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PUBLIC GROUND-WATER SUPPLIES 
IN 
ILLINOIS 
Introduction and Plan of Presentation 
Bulletin No. 40 is published to fill the need for revising and supplementing the contents of 
Bulletin No. 21 and Supplements I and II, published in 1925, 1938 and 1940 respectively. It is intended 
not only to include in this Bulletin all of the basic data which were written into Bulletin No. 21 and Sup-
plements I and II but to make Bulletin No. 40 more complete. This is possible because prior to the 
t ime of publication of the original Bulletin No. 21 the public-was not aware of the need for accurate 
records of their water r esources . In many cases , no records were kept of water levels and other 
important well data. At that time a public well could be constructed without notice to the State Depart-
ment of Public Health. Notice was later made compulsory by law. Possibly ten or fifteen public well 
supplies were not included in Bulletin No. 21 because their existence was not known to the Water Sur -
vey staff. 
Many well logs were not available in 1925. With the publication of Bulletin No. 40, there is 
included a log for more than 90 per cent of the ground-water supplies. 
No analyses of treated waters were included in Bulletin No. 21. These are included in this 
Bulletin where samples could be collected. 
The list of surface-water supplies in Bulletin No. 21 has been amended and, in Bulletin No. 
40, is included all those ground-water supplies in Bulletin No. 21 which have since changed over to 
surface-water supply. This Bulletin includes a digest of all of the previously published mater ia l on 
public ground-water supplies plus all of the data which have been collected since the last publication. 
Since i ts inception in 1895 the State Water Survey has collected r?? tailed information on 
groundwater and other water resources of Illinois. During World W?? the years since, the 
number of requests made to the Water Survey for information on the?? ce and availability of 
ground-water supplies has increased to about 400 annually. To fac?? wering these requests 
it is desirable for the Survey to publish all the factual physical, cher?? hydrological data which 
have been collected since the last publication. 
Available data on Illinois water resources may be obta?? riting to the Survey. Spe-
cific location and information desired should be furnished. 
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Format 
The format of Bulletin No. 40 differs from Bulletin No. 21 and Supplements I and II, in that 
it is loose-leaf with the heading for each water-supply system placed at the top of a right-hand page. 
All pages are punched for use in a standard 8 1/2 x 11-inch three-r ing binder, which should make 
for more convenience to the reader who may be concerned at the moment with only one or, even a 
few, water-supply systems. 
Lost or mutilated sheets may be replaced without issuing the entire bulletin. In future y e a r s , 
descriptions of newly-installed water systems may be published and inserted, in alphabetical o rder , 
in the binder. When sufficient additional information, on any pne or more of the sections now in-
cluded in the binder, has accumulated in the Water Survey files to justify publication, supplements 
will be issued on such sections without reprinting the present contents of the bulletin. 
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General 
Field work, in which a visit was made to every-known public ground-water supply within the 
State of Illinois, was started in April, 1946. A preliminary draft on each public well-supply was p r e -
pared from the office files and transmitted to the field engineers who checked the ear l ie r informa-
tion with local water-works authorities, wel l -dr i l le rs , equipment manufacturers, and others , after 
which the field engineers proceeded to collect all available physical data on each source of public 
water supply in order to bring the records up to date. 
The information sought by the engineers included abandoned sources and their replacements; 
a complete physical description of each present source of public supply covering location, depth, hole 
and casing size, pumping equipment, water levels, quantity of water pumped, and water t reatment fa-
ci l i t ies . Where the information on public supply sources was insufficient and there was available in-
formation on representative industrial wells, this was recorded and, while not published herein, is 
available from the Water Survey files. Water samples were collected at each source of supply. 
In some cases the engineers were unable to collect complete information, either because it 
was not being kept by the local authority or because records had been lost or destroyed. In some 
wells the air lines have not been maintained in good condition. In other wells no air lines were in-
stalled, inexpensive as they are when compared to the total cost of the wells. The air line leads to 
the hear t of the well. 
Without periodic readings of the water levels, the warning signs of a failing water supply are 
not observed in t ime. The cost of maintaining a water-level record is small but the economic loss to 
a community for lack of such a record can be very large . 
In some municipalities, chlorination equipment is available but was not in use at the t ime of 
inspection. Some municipalities own water t reatment plants but the plant was not in service at the 
time of inspection. Treated water samples could not be obtained in such ca se s . 
After completion of the field work the field repor t and office draft, including the chemical 
discussion, were edited. Abbreviations and Symbols have been freely used, and a table of them is 
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shown following this chapter. 
The date in the upper right hand corner under the name of the municipality is the date of the 
last visit of any member of the staff to that part icular location. Present and past tenses are as of 
that date for each ar t ic le . Many of the reports have been dated in 1948 and 1949 because of a visi t by 
a staff engineer subsequent to Mr. Geils or Mr. Jones report in 1946 or 1947. The Bulletin, t h e r e -
fore contains all the data available to the Survey up to January 1, 1950. 
The population, 1940 census, is shown in parentheses immediately following the first mention 
of the name of the municipality. 
All elevations are in feet above mean sea level datum. 
Pumpage figures, where metered, are so stated. Otherwise pumpage is estimated and allow-
ances made for water-use in sewage systems. 
The historical data on water sources and wells are included where the supply continues to be, 
even partly, from ground water. On a following page are listed public surface-water supplies among 
which are those which originally used ground water but later abandoned the wells . For most, if not 
al l , of such abandoned wells, repor ts can be made available from the Water Survey files. 
Other information which is not published in this bulletin but may be available in the Water 
Survey files, includes municipalities which have no public water supplies but do have: 
1. Numerous individual wells, or 
2. F i re prevention sys tems, or 
3. Industries with well-supplies 
A copy of the third draft of the manuscript was sent to a water-works official of each muni-
cipality to be reviewed before going to p r e s s . A large number of repl ies were received. 
Summary 
The descriptive ar t icles in this Bulletin include incorporated municipalities, some unin-
corporated subdivisions, State Institutions having a population of 100 or more , State Parks which 
have housing accommodations for twenty or more persons . There are 535 ar t ic les on ground-water 
supplies, consisting of: 
501 Incorporated Municipalities 
18 Unincorporated Communities 
10 State Institutions 
6 State Pa rks 
There a re 16 counties in which ground water is not used for public supplies, surface water 
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being the sole source. 
The map on the following page shows the distribution of the sources of public and semi-public 
ground-water supplies over the State, which are described herein. As of January 1, 1949, there were 
1213 wells in service for the 535 supplies, producing an estimated average of 141.7 mgd. Table 1 
shows the sources of ground-water, the number of wells in service and the average daily pumpage 
from each source. 
TABLE 1 
An analysis of the data collected for this publication is being made for a separate publication. 
13 
Abbreviations and Symbols 
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MUNICIPALITIES HAVING SURFACE-WATER SUPPLIES 
Municipalities which use surface waters for public supply a re listed below. 
The as ter i sk (*) before a name indicates that municipality originally obtained i ts 
water supply from wells . 
15 
MUNICIPALITIES HAVING SURFACE WATER SUPPLIES (cont.) 
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MUNICIPALITIES HAVING SURFACE WATER SUPPLIES (cont.) 
MUNICIPALITIES HAVING DISTRIBUTION SYSTEMS ONLY 
The following municipalities have water sys tems , but the water is obtained 
from a nearby municipality which has a ground-water supply. 
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S E M I - P U B L I C G R O U N D - W A T E R S U P P L I E S 
The following semi-public ground-water supplies a r e descr ibed 
in Bulletin No. 40. 
UNINCORPORATED 
COMMUNITIES 
Aux Sable Lock 
Belmont 
Bedford P a r k Dis t r ic t 
C rys t a l Heights 
(see Crys ta l Lake) 
Glenview Countryside 
Island Lake 
Lidice 
Lis le 
Log Cabin Arbor 
Lowpoint 
McNabb 
Marquet te Heights 
North Lake Village 
Ophiem 
Osco 
Robien Subdivision 
Rock Island County Home 
(see Coal Valley) 
Round Lake P a r k 
Sugar Grove 
Urbandale Subdivision 
(see Eas t Moline) 
Van Orin 
Wheaton F a r m s 
STATE INSTITUTIONS 
Anna State Hospital 
Eas t Moline State Hospital 
Elgin State Hospital 
Il l inois Soldiers & Sai lors 
Chi ldren ' s Home 
Manteno State Hospital 
State Peni ten t ia ry - Joliet 
State Peni tent iary - Stateville 
State Reformatory for Women 
State Training School for Boys -
Sheridan Branch 
STATE PARKS 
Apple River 
Buffalo Rock 
Giant City 
P e r e Marquet te 
Starved Rock 
White Pines F o r e s t 
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SOURCES 
OF 
PUBLIC GROUND WATER SUPPLIES 
IN 
ILLINOIS 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
city of Abingdon (3218) in 1902. 
At that t ime, water was obtained from a well 
located on the west side of the Chicago, Burling-
ton & Quincy R. R., north of the business d i s -
t r ic t (or approximately 1250 ft. N. and 2450 ft. 
E. of the S. W. corner of Section 33, T. 10 N., R. 
1 E.). 
The well was drilled by Wm. Gray and Bros . , 
Chicago, to a depth of 1355 ft. below the pump 
house floor, elevation 747.5 ft., and reported to 
be cased with 9-in. pipe from the surface to 600 
ft. and with 6-in. pipe from 600 to 1232 ft. In 
1932, a test was made of the hole size by J. B. 
Millis, Byron. A 9-in. bucket was lowered and 
stopped at 530 ft. A 7-in. bucket was lowered and 
stopped at the same depth. The well was sounded 
and found to be 585 ft. deep. 
The present pumping assembly, installed 
in 1945, consists of 480 ft. of 6-in. column pipe; 
8-in., 20-stage, oil-lubricated, Peer less turbine 
pump, Serial No. 3 1747, rated at 240 gpm. against 
500 ft. of head; 480 ft. of 1/4-in. galvanized-steel 
pipe air line; 20 ft. of 5-in. suction pipe; 40-hp. 
General Electric motor rated at 1765 rpm. 
In 1921, A. T. Bowton stated that, when the 
well was being drilled, water was encountered at 
400 ft. and rose to within 4 ft. of the top of the 
hole. Because the contract specified water from 
the St. Peter sandstone, this flow at 400 ft. was 
cased off. Below 400 ft. no water was encoun-
tered until the sandstone was reached. 
Water levels have been reported in ft. below 
the pump house floor in Table 1. 
The pumping water levels, as reported, 
ABINGDON 
Knox County 
Apr. 2, 1947 
for 1941 and 1944 were observed when the pump 
in Well No. 2 was not operating. 
In 1928, Thorpe Bros . , Des Moines, Iowa, 
drilled Well No. 2 to a depth of 2583 ft. at a point 
50 ft. south of the old well and within the pump 
house. 
The well was cased from the surface to 303 
ft. with 16-in. od. pipe; from 300 to 1441 ft. with 
10-in. pipe; from 1441 ft. to the bottom, the hole 
was 9 3/4 in. in diameter. At time of comple-
tion, it was planned to set 60 ft. of 8-in. liner in 
order to case off a caving section between 2410 
and 2440 ft. 
The pumping assembly consists of 250 ft. of 
8-in. column pipe; 12-in., 12-stage Peer less tu r -
bine pump, Serial No. 3650, rated at 560 gpm.; 
overall length of the pump is 10 ft.; 276 ft. of air 
line; 20 ft. of 8-in. suction pipe; 40-hp., 1170 rpm. 
U. S. electric motor. 
During the drilling of the well, when at a 
depth of 1441 ft., a production test was made. 
Test equipment consisted of a single-acting 
deep-well 9 3/4-in. cylinder pump attached to 302 
ft. of 10-in. drop pipe. The pump was operated 
from the dr i l l - r ig . 
The data on water levels in both wells are 
given in Table 2. 
When the well was completed in Aug. 1928, a 
production test was made. The non-pumping 
level was 177 ft. below the floor, and the water 
was lowered 17 ft. while pumping at 610 gpm. In 
1932, the non-pumping level was 198 ft., and the 
water was lowered 12 ft. while pumping at 536 
TABLE 1 
2 - Abingdon 
Sample-study log of Well No. 2 furnished by the State Geological Survey: 
gpm. In 1945, the non-pumping level was repor t -
ed at 238 ft. All non-pumping levels in No. 2 
were reported to be observed when No. 1 was not 
pumping. 
The pump which was originally installed in 
1928 has been repaired at least 3 t imes, and on 
Apr. 10, 1946, the entire pump assembly was out 
for replacement. The old assembly was inspected 
by the State Water Survey. The column pipe was 
in good condition except for 2 large holes at the 
lower end of the bottom section just above the 
bowls. There were evidences of corrosion at 16 
in . ,4 ft., 11 ft., 15 ft., and 17 ft. above the bowls. 
The affected places were all on one side, and at 
each point the affected area was about 3 to 5 in. 
in diameter. Some corrosion was found under-
neath the"softened, black coating" to a depth of 
approximately 1/16 in. There was an oil coating 
on the outside of the column pipe for a distance 
of 30 ft. above the bowls. The turbine, which had 
been repaired in 1936, was found to be in good 
condition with the exception of considerable cor -
rosion on the threaded coupling at the upper end 
of the unit. The corrosion had not affected the 
mechanical parts of the coupling as it has not yet 
extended to the threads. 
TABLE 2 
A production test was made when the pump 
Abingdon - 3 
was replaced in 1946. Before the test started, 
the water level was 217 ft. The drawdown was 11 
ft. after pumping 1 hr . and 20 minutes at ra tes of 
460 to 485 gpm. After stopping the pump, the 
water level was 217 ft. in 1 minute. 
Analysis of a sample (Lab. No. 109,796) col-
lected Apr. 2, 1947 from the North Well (Well 
No. 1) after the pump had been operating about 5 
minutes, showed this water to have a hardness of 
20.3 gr. per gal., a residue of 1324 ppm., and an 
iron content of 0.7 ppm. All previous samples 
collected were found to have the same quality. 
Two samples collected Oct. 16 after longer pump-
ing periods had temperatures of 73.5° and 73.7° 
F . 
The same quality water was obtained from 
Well No. 2 excepting that the recorded tempera-
ture was 78° F. on several occasions. A pH of 
7.4 was recorded Feb. 9, 1944 for water from 
each well. 
Pumpage is approximately 250,000 gpd. The 
water is not t reated. 
LABORATORY NO. 109, 796 
I l l inois State Water Survey - Bul le t in No. 40 
The v i l lage of Addison (819) i n s t a l l e d a publ ic 
wa te r supply in 1925. 
Water is obtained f rom a we l l d r i l l e d to a 
depth of 155 ft. by George A. M o r r i s , B e n s e n -
v i l l e , in 1924. The wel l is loca ted about 50 ft. 
south of Lake St. and 390 ft. e a s t of Ches tnu t St. 
( a p p r o x i m a t e l y 1350 ft. S. and 2000 ft. W. of the 
N. E. co rne of Sect ion 28 , T. 40 N . , R. 11 E . ) . 
The ground su r face e leva t ion i s 690 t ft. The wel l 
is c a s e d with 10-in. pipe to r o c k at a depth of 90 
ft. 
After the comple t ion of the we l l , wa te r was 
pumped for a pe r iod of 10 h r . at a r a t e of 150 
gpm with a drawdown of 2 ft. be low a non-pumping 
w a t e r l eve l of 18 ft. f rom the s u r f a c e . The pump 
i n s t a l l a t i o n i s a Keys tone D r i l l e r C o . 2 - s t r o k e 
p lunger pump having a 5 3 / 4 - i n . cyl inder with an 
18-in. s t r o k e se t at a depth of 75 ft. A length of 
suc t ion pipe is a t tached to the bo t t om of the c y l -
i n d e r . The pump is o p e r a t e d at a speed of 33 to 
34 s p m . and h a s a t h e o r e t i c a l de l i ve ry of 133 
g p m . at 33 s p m . I t is b e l t - d r i v e n by a 15-hp. 
Wagner e l e c t r i c m o t o r . In Sept . 1943 the pump 
w a s pul led for examina t ion and o v e r h a u l i n g , a t 
ADDISON 
Du P a g e County 
May 17, 1947 
which t i m e the wa te r l e v e l w a s 28 ft. below the 
s u r f a c e . 
Ana lys i s of a s ample (Lab . No . 110,327) c o l -
l ec t ed May 16, 1947 a f t e r 9 1 / 2 - h r . pumping at 
120 g p m . showed th i s w a t e r to have a h a r d n e s s 
of 29.4 g r . pe r ga l . , a r e s i d u e of 625 ppm. , and 
an i r o n content of 1.4 p p m . 
An o lde r wel l is loca ted on the s i te about 70 
ft. south of the wel l in s e r v i c e . I t was r e p o r t e d 
d r i l l e d to a depth of 115 ft. in 1908 and c a s e d with 
4 - i n . pipe to l i m e s t o n e at about 90 ft. The wel l 
was o r ig ina l l y u sed to furn ish w a t e r for f i re p r o -
tec t ion and spr ink l ing s t r e e t s . I t i s equipped with 
a Gould p lunger pump , F i g . 1454, Size 20 Gould 
pump h e a d No. 4840, and a 5 - h p . e l e c t r i c m o t o r . 
A cy l inder is r e p o r t e d se t at a dep th of 40 ft. and 
the cas ing used as an educ to r p ipe . The pump i s 
o p e r a t e d once a week , pumping w a t e r to w a s t e . 
The d i s t r ibu t ion s y s t e m w a s connec ted to the wel l 
in 1925 and the we l l can be u s e d as an e m e r g e n c y 
public supply uni t . 
The a v e r a g e pumpage i s e s t i m a t e d to be 
57,000 gpd. 
LABORATORY NO. 110,327 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed for the 
city of Aledo (2593) in 1894. 
A well was drilled by George Dickson, Little 
ALEDO 
Mercer County 
July 9, 1949 
York, to a depth of 3113 ft. and was located at 
the northeast corner of Sixth and Walnut St. The 
ground surface elevation is 736± ft. 
Sample-study and dr i l le r ' s log of Well No. 1 furnished by the State Geological Survey: 
2 - Aledo 
Because the water was very highly mineral -
ized and was objectionably salty, the well was 
back-filled to a depth of 1450 ft. below the ground 
surface. It was cased with 8-in. pipe to rock, 
and water was pumped by air lift with a 4 1/2-in. 
discharge pipe. The bottom of a 1 1/2 in. air 
line was set at 400 ft. 
An analysis of the water from the original 
depth, was found in the Dr. R. C. Johnston drug 
store in 1930 and is shown in Table 1. 
TABLE 1 
"The water also contains 31.91 cu. in. of free 
and loosely combined carbonic acid gas and 
t r aces of sulphuret of hydrogen." 
In 1907, the water was noted to have a miner -
al content of 2592 ppm. 
In 1912, the non-pumping water level was r e r 
ported to be 100 ft. below the ground surface, and 
pumpage was estimated at 60,000 gpd. 
In 1918, the water had a total mineral content 
of 1746 ppm. A hydrogen sulfide content of 0.4 
ppm. was noted. 
In 1924, the non-pumping water, level was r e -
ported to be 130 ft., and, when pumping at 200 
gpm.,the drawdown was 10.4 ft. The daily pump-
age averaged 148,000 gal. In Nov. 1946, this well 
was used only in emergency. 
Analysis of a sample (Lab. No. 71846), col-
lected Nov. 7, 1932, showed a hardness of 19.6 
gr. per gal. , a mineral content of 1673 ppm., and 
a trace of iron. 
A new well was drilled in 1925 to a depth of 
1172 ft. by F. M. Gray Drilling Co., Milwaukee, 
Wis. It is located just across Walnut St. from the 
old well (or approximately 400 ft. N. and 300 ft. 
W. of the S. E. corner of Section 17, T. 14 N., R. 
3 W.). 
Casing Record 
16-in. from surface to 259 ft. 9 in. 
12-in. liner from 541 ft. 7 in. to 635 ft. 
10-in. liner from 635 to 835 ft. 
8-in. liner from 984 to 1109 ft. 
The well is equipped with 200 ft. of 8-in. col-
umn pipe; 11-stage Layne turbine pump; 200 ft. 
of air line; 10 ft. of suction pipe. Upon comple-
tion of the well, the non-pumping water level was 
151 ft. below the pump floor level, and the draw-
down was 21 ft. 
In 1932, the pump was repaired by Layne 
North Central Co. The well depth was measured 
1131 ft., and the water level was at 166 ft. 
In July, 1949, it was reported that production 
had been declining during the previous year and 
LABORATORY NO. 71,846 
t h a t the non-pumping w a t e r l e v e l had dropped 
f r o m 90.0 ft. below the pump b a s e in 1948 to 
193.5 ft. on July 8, 1949. On the l a t t e r date the 
pump had been out of s e r v i c e for one week . 
L a y n e - W e s t e r n C o . , Ch icago , was doing s o m e 
r e p a i r work on the wel l , including the g u n - p e r f o -
r a t i o n s of the 8-in. l iner be tween 1055 and 1080 
ft., with twenty-four 1 / 2 - i n . b u l l e t s . 
A geophys ica l log of the wel l was m a d e on 
July 9, 1949, by S c h l u m b e r g e r Well Surveying 
C o r p . The wel l was r e p o r t e d to be 1204 ft. 5 in . 
deep . 
Ana lys i s of a s a m p l e (Lab . No . 108,244) c o l -
Aledo - 3 
l ec t ed Nov. 7 , 1946, af ter the p u m p had been o p -
e r a t i n g s e v e r a l h o u r s , showed the w a t e r t o have 
a h a r d n e s s of 13.2 g r . p e r g a l . , a r e s i d u e of 1158 
g p m . , and an i r o n conten t of 0.1 p p m . The q u a l -
i ty i s of g e n e r a l l y s i m i l a r c h a r a c t e r to that i n d i -
ca ted by a s a m p l e co l l ec ted in 1926. 
The w a t e r i s ch lo r ina ted bu t not o t h e r w i s e 
t r e a t e d . T h e r e is some effect of l ine on hot 
w a t e r c o i l s and c o n s i d e r a b l e s ta ining of i r o n on 
f i x t u r e s . 
P u m p a g e in 1946 was e s t i m a t e d a t 210,000 to 
250,000 gpd. 
LABORATORY NO. 108,244 
Illinois State Water Survey - Bulletin No. 40 
A public water works system for the village 
of Alexis (877) was installed in 1895. 
A well was drilled to a depth of 100 ft. and 
operated by a steam pump. The well failed to 
furnish a sufficient supply, and in 1898 a new well 
was drilled on village property at 110 ft. south and 
140 ft; east of the center of the intersection of 
F i r s t North and Main St. (or approximately 110 
ft. S. and 1274 ft. W. of the N. E. corner of Sec-
tion 1, T. 12 N., R. 2 W.). 
The well was 1204 ft. deep, 10 in. in diameter 
at the top and 4 in. in diameter at the bottom. 
The original pumping equipment is not known, 
ALEXIS 
Warren County 
Nov. 5, 1946 
but it was reported that a new McGowan deep-
well pump had been installed in 1914 with a 4 1/4 
in. double-action working ba r r e l , a 24-in. stroke, 
4 1/2 in. suction, and a 4-in. discharge. The 
working b a r r e l was reported to be set at 140 ft. 
below the ground surface and operated at a rate 
of 70 gpm. against a head of 250 ft. Power was 
furnished by a 5-hp. Century motor. Non-pump-
ing water level in 1915 was about 70 ft. below the 
surface with little drawdown when pumping. 
Analysis of a sample (Lab. No. 48958), col-
lected Jan. 10, 1923 after 2-hr . pumping, showed 
this water to have a hardness of 16.9 gr . per gal., 
a residue of 1077 ppm., and an iron content of 
0.8 ppm. 
Correlated d r i l l e r ' s log of well drilled in 1898 furnished by the State Geological Survey: 
LABORATORY NO. 48958 
2 - Alexis 
In 1929 the J. P. Miller Artesian Well Co., 
Brookfield, rehabilitated the well. At that t ime, 
the dri l ler reported that he cleaned the well from 
top to bottom and that there were 64 ft. of 8-in. 
surface pipe and that a 6-in. casing extended 
from the surface to a depth of 345 ft. The dia-
meter of the well, below the bottom of the 6-in. 
casing, was 6 in. The old 6-in. casing was r e -
moved and replaced with new pipe of the same 
kind and diameter. The pump cylinder and rods 
were repaired and re-instal led. The cylinder 
was r e - se t at 150 ft. below the surface instead of 
the 140 ft. level as originally set. 
The following pump equipment is in place: 
220 ft. of 4-in. column pipe; Pomona turbine pump 
rated at 60 gpm.; the overall length of the pump is 
7 ft.; 20 ft. of suction pipe with 18-in. strainer a t -
tached; 7 1/2-hp., 1750-rpm. Westinghouse e lec-
t r ic motor. An air line was installed but has 
subsequently been removed because of leaks. The 
pump base is about 1 ft. below a ground surface 
elevation of 700± ft. MSL. datum. 
On Nov. 12, 1946 a se r ies of eight samples 
(Analyses Nos. 108278-108285) were collected at 
timed intervals after the pump had been idle for 
a period of 15 hr . The analyses show the p r e s -
ence of water from two sources . The first sample 
was of quality indicative of that which would r e -
main in the column pipe at the end of the previous 
pumping period. The second sample collected 
after 5-minute pumping is noted to be of very low 
sulfate content and the succeeding samples indi-
cate a gradual increase in sulfate and chloride 
contents. The accompanying increase in t emper -
ature indicates that at the end of the pumping 
period the greater portion of the water was being 
obtained from a lower depth in the well. The low 
temperature water from the upper portion of the 
well was entering at a very low ra te . 
Analysis of a sample (Lab. No. 112,719) col-
lected Nov. 26, 1947 after pumping 1 hr . at 62 
gpm. showed this water to have a hardness of 
17.5 gr. per gal., a mineral content of 765 ppm., 
and an iron content of 0.2 ppm. 
Analyses. Nos. 108278-108285 
November 12, 1946 
(Pumping at a rate of 75 gpm.) 
LABORATORY NO. 112,719 
Illinois State Water Survey - Bulletin No. 40 
A public ground water supply was installed 
by the village of Algonquin (926) about 1895. 
Water is obtained from gravel deposits lo-
cated on a hillside about a mile northeast of the 
village. The site was leased originally for water 
supply purposes for a period of 99 years but is 
now owned by the village. 
Lines of collecting tile were laid from 4 to 5 
ft. below the ground surface at the bottom of a 
steep hill which is about 60 ft. high. Water is 
collected in shallow wells, about 5 ft. in diameter 
and depth at the site, approximately 100 ft. N. 
and 750 ft. W. of the S. E. corner of Section 27, 
T. 43 N., R. 8 E. The ground surface elevation 
is 800± ft. The wells are connected to a central 
collecting well from which the water flows by 
gravity to the distribution system. 
For fire protection, water is pumped from 
the collecting well to a storage reservoir l o -
cated about 1200 ft. west on a hillside about 60 
ft. higher than the collecting well. 
The supply does not exceed the maximum d e -
mand. On July 5, 1947, when industry was shut 
ALGONQUIN 
McHenry County 
July 29, 1947 
down, the flow to waste was estimated as 40 gpm. 
On July 28, 1947, when industry was in operation, 
there was no flow to waste. Two fountains flow 
freely at the village park and one of the distr ibu-
tion mains at the south end of the village is 
opened sufficiently to avoid stagnation in the sys -
tem. 
Analysis of a sample (Lab. No. 110,959) col-
lected July 5, 1947 from the collection well over-
flow, showed this water to have a hardness of 
19.5 gr . per gal., a residue of 360 ppm., and an 
iron content of 3.5 ppm. No iron was found to be 
present in samples collected in 1915 and 1922. 
Mr. A. C. Kublank, water works superintend-
ent, reported in Nov. 1948 that during the 1948 
summer, a large part of the collecting tile had 
been dug up and cleaned. Some large chunks of 
roots were removed. Mr. Kublank stated - "We 
now have an overflow at all t i m e s . " 
The largest industrial consumer is the Amer -
ican Ironing Machine Co. For July 1947, an ap-
proximate estimate of the metered consumption, 
industrial use , flowing fountains, and opened main 
discharge, was 100,000 gpd. 
LABORATORY NO. 110,959 
Illinois State Water Survey - Bulleton No. 40 
The village of Alpha (553) installed a water 
supply in 1900. 
Water was obtained from a well 165 ft. deep 
into sand and gravel and located near the center 
of the business district . After a short time the 
village obtained water from a local utility com-
pany, but this supply became inadequate, and the 
village drilled another well nearby on the lot on 
which the elevated tank was located. The well 
was 580 ft. deep and 5 in. in diameter . This sup-
ply became inadequate and was abandoned after 6 
to 8 months use, and in 1908 the village leased 
the Chicago, Burlington & Quincy R. R. well, 
which had been drilled in 1903 by the J .P .Mi l le r 
Artesian Well Co., Brookfield. 
The well is located approximately 2000 ft. S. 
and 800 ft. W. of the N. E. corner of Section 21, 
T. 14 N., R. 1 E. and was reported to be 1364 ft. 
deep below a ground surface elevation of 802± ft. 
The well was reported to be cased with 12-in. 
pipe to a depth of 119 ft., with 170 ft. of 10 5/8-in. 
pipe with the bottom set at a depth of 284 ft., and 
100 ft. of 8 1/4 -in. pipe with the bottom at a depth 
of 375 ft. The diameter of the hole at the bottom 
was 8 1/4 in. 
ALPHA 
Henry County 
Dec. 18, 1946 
Originally, the well was equipped with a single-
acting deep well pump with the cylinder attached 
to about 220 ft. of column pipe and with 18 to 20 
ft. of suction pipe attached. The pumping equip-
ment was later changed to the air lift type with 
the air lift assembly consisting of 1-in. air pipe 
inside a 3-in. eductor pipe, set at 600 ft. It is 
necessary to replace the air lift about every 5 or 
6 years . In Dec. 1946, the eductor pipe was set 
at 645 ft., and the air lift was rated at 98 gpm. 
Non-pumping water levels have been reported 
in ft. Below the ground surface as follows: 
Analysis of a sample (Lab. No. 108,554), col-
lected at the reservoi r , 1500 ft. from the pump, 
Dec. 4, 1946 after 20-min. pumping, showed this 
water to have a hardness of 11.7 gr. per gal., 
a residue of 1051 ppm., and an iron content of 
0.1 ppm. 
Correlated dr i l le r ' s log of the Chicago, Burlington and Quincy R. R. well furnished by 
the State Geological Survey: 
2 - Alpha 
LABORATORY NO. 108.554 
Pumpage is estimated to be 25,000 gpd. 
Illinois State Water Survey - Bulletin No. 40 
The city of Amboy (1986) installed a public 
water supply about 1892. Water is obtained from 
2 wells. 
Well No. 1, or North Well, was drilled to a 
reported depth of 2012 ft. in 1892 by the J. P. 
Miller Artesian Well Co., Brookfield, and loca-
ted near East Ave. between Main and Center St. 
(or approximately 810 ft. S. and 1450 ft. W. of the 
N. E. corner of Section 22, T. 20 N., R. 10 E.). 
The surface elevation is 750t ft. 
The well was cased with 10-in. pipe to 30 1/2 
ft. and a 5-in. liner was placed between 1200 and 
1400 ft. depths. The hole was 10 in. in diameter 
from 0 to 57 ft. and 6 in. in diameter to the bot-
tom. 
In 1932 the Layne North Central Co., Fores t 
Park , measured the well and reported the depth 
to be 357 1/2 ft. 
The existing pump assembly, made in 1942, 
consists of 90 ft. of 4 1/2-in. column pipe; 4-
stage American Well Works turbine pump; 20 ft. 
of 4 1/2-in. suction pipe; 90 ft. of 1/4-in. air 
line; 40-hp. U. S. electric motor. 
Non-pumping water levels have been reported 
as follows: 
On July 29, 1947, thirty-five minutes after 
cessation of pumping in Wells No. 1 and 2, the 
water level in Well No. 1 was 17.9 ft. below the 
top. 
Analysis of a sample (Lab. No. 111,084) col-
lected July 16, 1947 at the end of a 5-hr. quality-
source test following a one-week idle period, 
showed the water to have a hardness of 26.7 gr. 
per gal., a residue of 525 ppm., and an iron con-
tent of 7.8 ppm. The data showed the early 
samples to be composed almost entirely of water 
from the drift or upper portion of the well. Dur-
ing the period that the No. 2 well was in use the 
water quality indicated that about 80 per cent of 
the water was from this source (having a ha rd -
ness of 40 gr. per gal.). When the No. 2 well 
AMBOY 
Lee County 
Dec. 10, 1947 
pump was stopped, the No. 1 well rate of d i s -
charge was increased and the quality approached 
that obtained from the No. 2 well. 
Water from Well No. 1 is discharged di rec t -
ly to the mains. The well is maintained for 
emergency use only. 
Well No. 2 was drilled to a depth of 1100 ft. 
in 1924 by E. Stephenson, Chicago, and located 
77 ft. southeast of Well No. 1 on the south side of 
the pumping station. The well is reported to be 
12 in. in diameter at the top and 6 in. in diameter 
at the bottom. The casing record is not known. 
The bottom of the suction pipe str ikes an obstruc-
tion at 162 ft. The elevation at the ground surface 
is 750± ft. 
In 1933 when pumping at 190 gpm., the draw-
down was reported to be 12 3/4 ft. below a non-
pumping water level of 23 1/4 ft. below the top of 
the casing. A production test was made by the 
State Water Survey on Dec. 5, and 6, 1938. After 
pumping 8 hr . at 265 gpm., the drawdown was 62 
ft. from a non-pumping water level of 26 ft. be-
low the pump base plate. Starting and stopping 
the pump in Well No. 1 during the test was i m -
mediately reflected in water levels in Well No. 2. 
In Nov. 1945, when pumping at 350 gpm., the 
drawdown was reported to be 103 ft. from a non-
pumping water level of 12 ft. On Dec. 10, 1947, 
after 2 1/2 hr . pumping at 340 gpm., the draw-
down was 103 ft. from a non-pumping water level 
of 5 ft. 
The pump assembly, installed in 1945, consists 
of 140 ft. of 6-in. column pipe; 12-in., 8-stage 
oil lubricated American Well Works turbine 
pump, No. 70184, rated at 350 gpm., against 220 
ft. of head operating 1150 rpm.; overall length of 
pump is 12 ft.; 10 ft. of 6-in. suction pipe; 140 ft. 
of 1/4-in. air line; 40-hp. General Electric mo-
tor , No. 4319580. 
Analysis of a sample (Lab. No. 112,906) col-
lected Dec. 10, 1947 from Well No. 2 after 2 1/2 
hr . pumping at a rate of 340 gpm., showed the 
water to have a hardness of 22.8 gr . per gal., a 
residue of 421 ppm., and an iron content of 1.9 
ppm. 
All water from Well No. 2 is chlorinated, 
softened and treated for iron removal . 
Analysis of a sample (Lab; No. 112,901) col-
lected Dec. 10, 1947 showed the treated water to 
have a hardness of 2.9 gr. per gal., a residue of 
123 ppm. and an iron content of 0.1 ppm. 
2 - Amboy 
S a m p l e - s t u d y log of Well No. 2 furn ished by the State Geolog ica l Survey: 
LABORATORY NO. 112,906 
LABORATORY NO. 112,901 
P u m p a g e for 1947 a v e r a g e d 150,000 gpd. 
Illinois State Water Survey - Bulletin No. 40 
The city of Anna (4092) installed a public wa-
ter supply in 1912. The distribution system has 
always been owned by the city, but water was 
purchased from the Central Illinois Public Serv-
ice Co. until about 1937 when the company wells 
were purchased by the city. 
. Water was originally obtained from a well 
called Central Illinois Public Service Well No. 1, 
which was reported to have been drilled about 1896 
and located about 400 ft. west of the center of 
Market St. and 170 ft. south of the center of 
Vienna St. (or approximately 2100 ft. N. and 2040 
ft. E. of the S.W. corner of Section 20, T. 12 S., 
R. 1 W.). The well was drilled to a depth of 650 
ft. below a ground surface elevation of 604.9 ft., 
and was 12 in. in diameter to a depth of 100 ft. 
and 8 in. in diameter below that depth. The well 
was reported to have penetrated limestone for 
the entire depth. 
Water was pumped by airlift, having a 4 1/2-
in. airpipe extending to a depth of 350 ft. In 1912, 
the non-pumping water level was reported to be 
68 ft. below the ground surface, and the pumping 
level between 80 and 90 ft. The capacity of the 
well was reported to be 290 gpm. 
It was reported that when tested in June, 1924, 
this well produced 440 gprn. with a drawdown of 
17 ft. below a non-pumping water level of 77 ft. 
from the top of the well. 
The non-pumping water level, Dec. 2, 1927, 
was 94 ft. 
On May 20, 1936, the non-pumping water level 
was 157.65 ft. below the top of the well. During a 
production test on city wells 1A and 2A, (located 
approximately 2200 ft. northeast), the water level 
in C.I.P.S. Well No. 1 was lowered 10.4 ft. after 
the city wells had produced an average of 405 
gpm. for 33 hr . , and C.I.P.S. Well No. 2 had p r o -
duced an average of 240 gpm. for 30 hr . 
ANNA 
Union County 
Feb. 4, 1948 
This well was seldom used after the comple-
tion of C.I.P.S. Well No. 2 in 1929, and was aban-
doned and sealed in 1938 when attempts to ream 
and straighten the hole were unsuccessful. 
Analysis of a sample (Lab. No. 51935) col-
lected July 22, 1924, showed the water to have a 
hardness of 17.9 gr. per gal., a residue of 424 
ppm., and an iron content of 1.0 ppm. 
A well, known as C.I.P.S. Well No. 2, was 
drilled in 1929 by the Sewell Well Co., St. Louis, 
Mo., and located 335 ft. west of C.I.P.S. Well No. 
1. This well was reported to be 650 ft. deep b e -
low a surface elevation of 621± ft. 
The hole and casing record is given in Table 
1. 
The well is equipped as follows: 195 ft. of 
column pipe; 6-in., 9-stage, Fairbanks-Morse 
deep well turbine pump, having an overall length 
of 8 ft.; 20 ft. of suction pipe; 3 ft. of screen; 
30-hp. Fairbanks-Morse electric motor. 
Whenthe well was completed, it was reported 
to yield 300 gpm. with a drawdown of 80 ft. be-
low a non-pumping water level of 110 ft. 
During a test on May 21-22, 1936, the well 
produced an average of 243.9 gpm. for 29.5 hr . 
The non-pumping water level in 1939 was r e -
ported to be 95-100 ft. 
Well No. 2 is the principal producing unit of 
the city supply. 
Analysis of a sample (Lab. No. 113,381) col-
lected Feb. 4, 1948 after 1 1/2-hr. pumping at 
400 gpm:, showed the water to have a hardness of 
17.1 gr. per gal., a residue of 389 ppm., and an 
iron content of 0.1 ppm. 
TABLE 1 
Hole Record 
10-in. from 174 to 650 ft. 
Casing Record 
16-in. from surface to 123 ft. 
12-in. from surface to 174 ft. 
10-in. from surface to 167 ft. 
8-in. from 167 to 252 ft. 
Hook wall packer from 252 to 256 ft. 
2 - Anna 
LABORATORY NO. 113,381 
In 1934, W. L. Thorne Co., Des Plaines, 
drilled 2 wells in the western part of the city. 
Well No. 1 was drilled to a depth of 787 ft. 
approximately 2000 ft. N. and 2000 ft. W. of the 
S. E. corner of Section 19, T. 12 S., R. 1 W. 
Well No. 2 was drilled to a depth of about 428 
ft. and was located approximately 1000 ft. N. and 
1200 ft. W. of the S. E. corner of Section 19. 
These wells produced very little water and 
were abandoned before completion because of 
extremely bad drilling conditions. 
City Well No. 1A was drilled in 1935 by Se-
well WellCo., St. Louis, Mo., and is located about 
300 ft. north of Williams St. and 80 ft. W. of the 
east city l imits , (or approximately 2250 ft. S. 
and 1270 ft. W. of the N. E. corner of Section 20). 
This well was drilled to a depth of 1031 ft. below 
a ground surface elevation of 595.4 ft. 
When completed, the well was reported to 
produce 310 gpm. with a drawdown of 200 ft. from 
a non-pumping water level of 85 ft. below the 
ground surface. 
The well was cased with 16-in. pipe to a depth 
of 100 ft., below which the hole was 13 in. in dia-
meter . 
The State Water Survey made a production 
test on Feb. 20, 1936. The test pump was a By-
ron Jackson turbine with the bottom of the suction 
Sample-study log of Well No. 1A furnished by the State Geological Survey: 
pipe at a depth of 335 ft. Water l eve l s w e r e m e a -
s u r e d by an a i r l i n e extending to a depth of 338 ft. 
After 8 -h r . pumping at a r a t e of 204 g p m . , the 
drawdown w a s 208 ft. f r o m a non-pumping w a t e r 
l eve l of 85 ft. below the s u r f a c e , and the wa te r 
l eve l was s t i l l being l o w e r e d . 
A p roduc t ion t e s t was m a d e by the State Wa-
t e r Survey May 21 -22 , 1936. The well p roduced 
an a v e r a g e of 325 gpm. with an a v e r a g e d r a w -
down of 297 ft. f r o m a non-pumping wa te r l eve l 
of 71 1/2 ft. below the wel l top . 
In 1937, the well was r e p o r t e d to be equipped 
as fol lows: 400 ft. of co lumn pipe; 6- in . P o m o n a 
tu rb ine p u m p , No. N 1469, r a t e d at 250 gpm. 
aga ins t 450 ft. of head; 5 0 - h p . G e n e r a l E l e c t r i c 
m o t o r . 
The non-pumping w a t e r l eve l in 193 7 w a s r e -
po r t ed to be about 300 ft. below the ground s u r -
f ace . 
In 1939, w a t e r was pumped at a r a t e of about 
250 g p m . 
Well No. 1A is ma in t a ined as a s t a n d - b y unit 
and f requent ly u sed to m e e t i n c r e a s e d s u m m e r 
d e m a n d s at a r a t e to 260 g p m . 
A n a l y s i s of a s ample ( L a b . No. 77453), c o l -
lec ted M a r . 2, 1936, showed the wa te r to have a 
h a r d n e s s of 17.0 g r . p e r ga l . , a r e s i d u e of 343 
ppm. , and an i r o n content of 12.0 p p m . 
Well No . 2A was d r i l l e d in 1936 by Sewell 
Well C o . , and loca ted about 550 ft. nor th of the 
c e n t e r of L inco ln St . and 250 ft. w e s t of L i m e -
kiln Road (or a p p r o x i m a t e l y 1580 ft. S. and 2250 
ft. W. of the N . E . c o r n e r of Sec t ion 20) . T h i s 
wel l was d r i l l e d to a depth of 1038 ft. below a 
Anna - 3 
ground su r face e levat ion of 581.4 ft. and was 
c a s e d with 16- in . pipe f rom the sur face to 100 
ft., below which the hole was 16 in . in d i a m e t e r . 
The State Water Survey made a p roduc t ion 
t e s t May 2 1 - 2 2 , 1936. The t e s t pump cons i s t ed 
of a 1 3 - s t a g e , 8- in . tu rb ine pump with the b o t -
t o m of the suct ion pipe at a depth of 408 ft. 10 in. 
P o w e r was furn ished by a 25 -hp . e l e c t r i c m o t o r , 
and w a t e r l eve l s w e r e m e a s u r e d with a 1/4- in. 
a i r l i n e extending to a depth of 418 ft. The wel l 
p roduced an a v e r a g e of 80 gpm. with a drawdown 
of 350 ft. f r o m a non-pumping w a t e r l eve l of 58 
ft. 
The wel l was equipped as follows: 410 ft. of 
column p ipe ; Pomona tu rb ine p u m p , No. N 3757, 
r a t e d at 70 gpm. aga ins t 460 ft. of head; 15-hp . 
G e n e r a l E l e c t r i c m o t o r . 
Well No. 2A is ma in ta ined for e m e r g e n c y 
u s e . 
Ana lys i s of a s a m p l e (Lab . No. 78083) c o l -
lec ted May 22, 1935, showed the wa te r to have a 
h a r d n e s s of 19.2 g r . pe r ga l . , a r e s i d u e of 420 
p p m . , and an i r o n content of 20 p p m . 
Well No. 3A was d r i l l e d by Sewell Well C o . 
in 1938, and was located about 300 ft. sou theas t 
of C . I . P . S . Well No. 1 or about 100 ft. S. of the 
t r e a t m e n t plant l a b o r a t o r y . The wel l was d r i l l e d 
to a depth of 1039 ft., and no wa te r was encoun t -
e r e d . The wel l was abandoned and plugged. 
All w a t e r for the publ ic supply i s a e r a t e d , 
softened and c h l o r i n a t e d . Ana lys i s of a s ample 
(Lab . No . 114,107) co l lec ted F e b . 4 , 1948, showed 
the t r e a t e d wa te r to have a h a r d n e s s of 4.5 g r . 
pe r ga l . , a m i n e r a l content of 163 p p m . , and an 
i r o n con ten t of 0.06 ppm. 
LABORATORY NO. 114,107 
In 1947, the t o t a l m e t e r e d publ ic supply a v -
e r a g e d 388,000 gpd. 
Illinois State Water Survey - Bulletin No. 40 
The greater part of the water supply for the 
Anna State Hospital is obtained from an im-
pounding reservoir on Kohler Creek. 
One well has been used at various t imes . 
This well was drilled sometime prior to 1911 and 
is located approximately 2000 ft. S. and 2700 ft. 
W. of the N. E. corner of Section 17, T. 12 S., R. 
1 W. The well was drilled to a depth of 460 - 500 
ft. below a surface elevation of 590t ft. and was 
cased to rock at a depth of 30 ft. with 20-in. pipe. 
The State Water Survey made a production 
test July 11 and 12, 1941. The well produced 47 
gpm. with a drawdown of 50 ft. from a non-pump-
ing water level of 65 ft. below the ground surface. 
In Aug. 1941, it was reported that the water 
was being pumped at a rate of about 70 gpm. 
In Aug. 1941, the old pump was removed, and 
the well was equipped as follows: 8-in., 14-stage 
Pomona deep-well turbine pump, No. S.A. 2313; 
bottom of the suction pipe set at a depth of 238 
ft.; 20-hp. Allis Chalmers electric motor. 
The State Water Survey made another p ro -
duction test Sept. 3, 1941. Production was 
started at a rate of 189 gpm., but after 8 1/2-hr. 
pumping, the rate had decreased to 152 gpm.; and 
the water level was drawn below the bottom of the 
suction pipe. 
In Aug. 1942, it was reported that the well 
was not in use at that t ime . 
Analysis of a sample (Lab. No. 91356) showed 
ANNA STATE HOSPITAL 
Union County 
Feb. 9, 1948 
the water to have a hardness of 17.6 g r .pe r gal., 
a residue of 374 ppm., and an iron content of 1.2 
ppm. 
This well has been condemned by the State 
Health Dept. and has not been used as a source of 
supply since July, 1945. In Aug., 1947, the pump 
was operated about 1 hr .and 40 min. when 15,000 
gal. was pumped to waste. The water was very 
turbid and had a milky color. 
The surface water supply is augmented by a 
ground water supply obtained from a limestone 
cave known as the Wilson Spring. It is located 
about 3 1/4 mile west of the Hospital (or approxi-
mately 400 ft. S.and 2300 f t .E. of the N. W. cor -
ner of Section 14, T. 12 S., R. 2 W.). Water flows 
into a collection basin from which it flows by 
gravity through a 4-in. pipe to the water works 
plant located about 2/3 mile south of the spring. 
The metered rate of flow to the plant at 1.1:30 
A.M., Feb. 9, 1948 was 175 gpm. It is reported 
that the rate of flow varies slightly with the 
seasons and that it was 180 gpm. on Jan. 10, 
1948, after a heavy rain. The water flows to a 
filter and to the clear well at the treating plant 
when the plant is in operation, otherwise it is 
diverted to waste through a sewer. Provisions 
are available for chlorination. 
Analysis of a sample (Lab. No. 113,441) col-
lected Feb. 9, 1948, showed the water from Wil-
son Spring to have a hardness of 14.0 gr. per 
gal., a residue of 277 ppm., and an iron content 
of 0.1 ppm. 
The water used at the plant from Nov. 1, 
1947, to Feb. 1, 1948, averaged 213,610 gpd. The 
Hospital demand averages about 0.5 mgd. 
LABORATORY NO. 113,441 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
village of Antioch (1093) in 1907. 
Water is obtained from 2 sand and gravel 
wells located about 500 ft. north of Channel Lake 
Rd. and 300 ft. west of Main St. These wells sup-
ply the entire public demand, and pumpage aver -
ages 70,000 gpd. 
Well No. 1, also known as the North well, is 
located about 1900 ft. N. and 1200 ft. E. of the 
S. W. corner of Section 8, T. 46 N., R. 10 E. The 
elevation of the ground sur face is 780t ft. The 
well was drilled in 1907 to a depth of 216 ft. by 
Charles Thorne, DeKalb. It is reported cased 
with 207 ft. of 6-in.pipe and has 9 ft. of 4 1/2-in. 
Johnson screen in the bottom. Fine sand was en-
countered below a depth of 40 ft., grading into 
coarser sand below a depth of 180 ft. 
The following pump installation, made on Nov. 
, 3, 1932, is still in service: 100 ft. of 4-in. col-
umn pipe; 6-in., 5-stage Sterling turbine pump, 
No. S-568, rated at 100 gpm. against 210 ft. of 
head; 30 ft. of 4-in. suction pipe; 15-hp. U. S. 
electric motor. 
A non-pumping water level of 40 ft. below 
the pump base was reported Nov. 3, 1932. 
This well has served as a standby unit since 
1938. Water is pumped once a week to keep the 
pumping equipment in working condition. 
Well No. 2, also known as the South well, is 
ANTIOCH 
Lake County 
Aug. 31, 1946 
located about 27 ft. south of No. 1. The elevation 
of the ground surface is 780± ft. This well was 
reported drilled to a depth of 226 ft. in 1919 and 
cased with 10-in. diameter pipe, the bottom of 
which was perforated and wrapped with fine wire. 
Another report states that the well is cased 
to a depth of 200 ft. with 10-in. pipe and the low-
er 26 ft. with 8-in. pipe. 
The bottom 20 ft. of the well was finished in 
coarse gravel, which is overlain with 50 ft. of 
fine sand. On July 11, 1938, the non-pumping 
water level was reported to be 40 ft. below the 
pump base. 
The following pump installation was made in 
Dec. 1937 and is still in service: 100 ft. of 5-in. 
column pipe; 6-in., 5-stage Sterling turbine 
pump, No. S-2244, rated at 200 gpm. against 200 
ft. of head; the overall length of the pump is 8 ft. 
1/16 in.; 20 ft. of 4-in. suction pipe; 1 ft. of 4-in. 
s trainer; 20-h'p. U. S. electric motor. 
On Aug. 30, 1946 after a 1-hr. idle period, 
the non-pumping water level was reported to be 
39 ft.; and after 30-minute pumping at 200 gpm., 
the water level was 61 ft. below the pump base. 
Analysis of a sample (Lab. No. 107,551) col-
lected Aug. 30, 1946, after 30-minute pumping at 
200 gpm., showed this water to have a hardness 
of 15.9 gr. per gal., residue of 355 ppm., and an 
iron content of 0.2 ppm. 
LABORATORY NO. 107,551 
I l l inois State Wate r Survey - Bul le t in No. 40 
The s o u r c e of public w a t e r supply for the v i l -
lage of Apple. R i v e r (461) is a wel l d r i l l ed in 1940 
by C. H. Coad & Son, Apple R i v e r , and loca ted 18 
ft. south of Hickory St. and 150 ft. e a s t of T h i r d 
St. (or a p p r o x i m a t e l y 1000 ft. S. and 1625 ft. W. 
of the N. E. c o r n e r of Sect ion 19, T. 29 N. , R. 4 
E . ) . 
The hole and cas ing d i a m e t e r r e c o r d i s given 
in T a b l e 1. 
The d r ive pipe was r e m o v e d , and the annular 
space outs ide the 8- in . c a s ing was filled with 
c e m e n t g rou t . 
A p roduc t ion t e s t of the wel l was made by a 
r e p r e s e n t a t i v e of the State Water Survey D i v i -
s ion on Sept . 19, 1940. Before the t e s t s t a r t e d , 
the w a t e r l eve l was 46 ft. be low the ground s u r -
face e leva t ion of 1005± ft. MSL. d a t u m . After 
pumping 8 1/4 h r . a t 100 gpm. , the drawdown was 
46 ft.; and af ter a 4 5 - m i n u t e shutdown p e r i o d , a 
r e c o v e r y of 3 6 ft. in the w a t e r l eve l was o b -
s e r v e d . At the t i m e of the p roduc t ion t e s t , the 
wel l w a s c a s e d with the 23 ft. of 12- in . p ipe , 
which was subsequent ly r e m o v e d . The d r i l l e r 
A P P L E RIVER 
Jo D a v i e s s County 
J an . 4 , 1947 
r e p o r t e d tha t a sufficient amount of w a t e r for 
d r i l l ing o p e r a t i o n s was not encoun te r ed unti l a 
depth of 130 ft. was r e a c h e d . 
The following pump ins t a l l a t ion , m a d e in 
Sept . 1940, is in s e r v i c e : 120 ft. of 4 - i n . column 
pipe; 6 - in . , 18-s tage ( p o r c e l a i n ename led bowls) 
F a i r b a n k s - M o r s e tu rb ine p u m p , No. 11407, r a t ed 
at a capac i ty of 100 gpm. aga in s t 239 ft. of head ; 
120 ft. of 1/4-in. b l ack a i r l ine (now defec t ive) ; 
20 ft. of 4 - i n . suct ion pipe; 10-hp . F a i r b a n k s -
M o r s e e l e c t r i c m o t o r . 
A w a t e r level of 42 ft. be low the pump b a s e 
was o b se rv ed on Sept . 9 , 1944 af ter an idle p e r i -
od of 17 h r . 
Ana lys i s of a s a m p l e (Lab . No. 108,581), c o l -
lec ted Dec . 5, 1946 after 1 5 - m i n . pumping at 100 
gpm. (following 3 1/2 h r . of idle pe r iod af ter 3 1/2 
h r . of cont inuous pumping at the s a m e r a t e ) , 
showed the w a t e r in t h i s we l l to have a h a r d n e s s 
of 15.9 g r . pe r ga l . , a r e s i d u e of 292 p p m . , and 
an i r o n conten t of 0.2 ppm. P r e v i o u s s a m p l e s 
co l l ec t ed in 1940 showed th i s w a t e r to be of s i -
m i l a r c o m p o s i t i o n . 
T A B L E 1 
Hole R e c o r d Cas ing R e c o r d 
12- in . f rom 0 to 58 1/2 ft. 12- in . d r ive pipe f r o m 0 to 23 ft. 
8- in . f rom 58 1/2 to 355 ft. 8- in . cas ing f rom 0 to 58 1/2 ft. 
6 - in . f rom 355 to 380 ft. 
S a m p l e - s t u d y log of wel l d r i l l ed in 1940 furn ished by the State Geo log ica l Survey : 
2 - Apple River 
LABORATORY NO. 108,581 
The estimated average pumpage is 21,000 gpd. 
during the winter and 27,000 gpd. during the sum-
mer . 
About 75% of the residences are serviced but 
not metered. A local dairy using considerable 
water is metered. 
Illinois State Water Survey - Bulletin No. 40 
Two wells are located in the Apple River Can-
yon State Park . These are used by the public for 
drinking purposes. 
One of these wells is located about 50 ft. 
south of the south bank of the South Fork of Apple 
River about 300 ft. west of the principal parking 
space on the site of historic Millville (or approx-
imately 1000 ft. N. and 2400 ft. W. of the S. E. 
corner of Section 4, T. 28 N., R. 4 E.). The e le -
vation of the ground surface at the well is nearly 
5 ft. above the bank of South Fork or 805± ft. 
The well was drilled to a depth of 72 ft. by 
Stanley Coad, Apple River, in Dec. 1938, and is 
cased with 6-in. diameter pipe from the surface 
to rock at a depth of 32 ft. below which the hole 
is 6 in. in diameter to the bottom. The material 
overlying the rock consists largely of gravel. 
A water level of 8 ft. below the surface was 
reported when the well was completed. The well 
is equipped with a hand pump which has a 2 3 /4 -
in. diameter by 16-in. cylinder set at a depth of 
39 ft. with 18 ft. of 1 1/4-in. diameter suction, 
pipe. The well produces about 12 gpm. 
Analysis of a sample (Lab. No. 88415) col-
lected July 26, 1940 after 1-minute pumping, 
showed the water from this well to have a hard-
ness of 20.2 gr. per gal., a mineral content of 
381 ppm., and no iron. 
APPLE RIVER CANYON 
STATE PARK 
Joe Daviess County 
Jan. 4, 1947 
The second well was drilled by Stanley Coad 
in May 1941 and is located on the west bank of 
Apple River about 1/4 mile northwest of the first 
well (or approximately 1700 ft. N. and 1650 ft. 
E. of the S. W. corner of Section 4). The eleva-
tion of the ground surface is 810± ft. 
The well was drilled to a depth of 100 ft. and 
was cased with 6-in. diameter pipe from the 
surface to a depth of 3 7 ft. below which the hole 
is 6 in. in diameter. Rock was encountered at a 
depth of 8 ft. below the surface, and the distance 
to water was 30 ft. below the surface when the 
well was completed. 
The well is equipped with a hand pump having 
a 2 1/2-in. diameter by 14-in. cylinder set at a 
depth of 75 ft. with 18 ft. of 1 1/4-in. suction 
pipe. The well produces about 10 gpm. 
A spring is located about 700 ft. northwest of 
the principal parking space (or approximately 
1630 ft. N. and 2600 ft. W. of the S. E. corner of 
Section 4). On July 26, 1940, the flow was e s t i -
mated to be 1/2 gpm. 
Analysis of a sample (Lab. No. 88469), col-
lected July 26, 1940,- showed the water from the 
spring to have a hardness of 19.8 gr. per gal., 
and a mineral content of 377 ppm. No iron was 
found to be present . 
LABORATORY NO. 88415 
Illinois State Water Survey - Bulletin No. 4Q 
A public water supply was installed by the 
city of Arcola (1837) in 1891. 
Water was first obtained from a dug well lo-
cated at the pumping station at the northeast 
corner of Oak and Jefferson St. (or approximately 
1940 ft. N. and 1665 ft. W. of the S. E. corner of 
Section 4 ,T . 14 N., R. 8 E.). The well was 12 ft. 
in diameter and 70 ft. deep. The dug well is still 
in existance, but was converted into a collection 
reservoi r in 1894. Another dug well, not owned 
by the city, located in the s t reet in front of the 
old light plant, caved in. 
About 1894, three 6-in. tubular wells were 
drilled at the pumping station and in 1896, another 
well was drilled at the same location. All wells 
were 103 ft. deep, and three of the wells were 5 
ft. apart . In Dec. 1912, only three wells were in 
service, including a 6-in. well at the ice plant, 
30 ft. north of the pumping station, which was not 
owned by the city. The non-pumping water level 
was 55 to 65 ft. below the ground surface eleva-
tion of 680± ft. In 1918, there were three wells 
still in service, one of the wells located at the 
pumping station on the alley and the other two in 
Oak St., one about 60 ft. north and the other well 
320 ft. north of the pumping station. All other 
wells at the pumping station site had been aban-. 
doned. In 1921, two more wells were drilled in 
Oak St. and all water was then obtained from the 
four wells in Oak St. 
Well No. 1 (southernmost well in Oak St.), is 
8 in. in diameter and 105 ft. deep, penetrating 4 
ft. of sand. 
On Jan. 10, 1918, the water level was 50 ft. 
below the surface and in the fall of 1920, after 
3-days non-pumping, the water level was 70 ft. 
below the surface. 
In Mar. 1940, the well was acidized and 
cleaned out and an 8-ft. length of screen, with 
No. 20 slot openings, was placed in the bottom. 
After the acid treatment, the yield rate was r e -
ported to be 7 gpm. 
At the same t ime, the pump was removed 
from Well No. 4 and installed in Well No. 1. The 
present pumping equipment consists of an A. D. 
Cook 2-stroke plunger pump, No. 1108, with a 
4 3/4-in. cylinder and 18-in. stroke; 3-hp. e lec-
tr ic motor. 
Well No. 1 has been out of service since 
1947. 
ARCOLA 
Douglas County 
June 24, 1948 
Analysis of a sample (Lab. No. 87,523) col-
lected Mar. 25, 1940, showed this water to have a 
hardness of 28.3 gr. per gal., a residue of 925 
ppm., and an iron content of 11.6 ppm. 
Well No. 2, (320 ft. north of the pumping s ta-
tion), is 8 in. in diameter. In Mar. 1940, the well 
was acidized and later produced about 15 gpm. 
The Cook plunger pump, No. 1107 was discon-
nected and the well abandoned. 
Well No. 3 was drilled in 1921 to a depth of 
101 ft. and is located in Oak St. 170 ft. north of 
Well No. 2. The well is cased with 12-in. pipe 
below which was set a Cook screen, 10 ft. long, 
and with No. 20 slot openings. A 9-ft. stratum of 
coarse sand and gravel was penetrated. 
On Jan. 2, 1922, the water level was 40 ft. 
and after pumping 24 hr . at 50 gpm., the draw-
down was 13 ft. The well was surged and cleaned 
out in Mar. 1940. 
Well No. 3 failed on Nov. 19, 1947 and has 
been out of service since. At that time the pump-
ing water level was below the 90-ft. air line. On 
June 24, 1948 the water level was 50 ft. below the 
pump base. 
The pumping equipment, installed in Mar. 
1940 is still in place and consists of 90 ft. of 
4 1/2-in. od. column pipe; 7-in. ,4-stage American 
Well Works turbine pump, No. 63299, rated at 100 
gpm. against 95 ft. of head at 1750 rpm.; the 
length of the1 pump is 4 ft.; 90 ft. of 1/4-in. copper 
air line; 3 1/2 ft. of 4-in. suction pipe; 5-hp. U.S. 
electric motor, No. 176375. 
Analysis of a sample (Lab. No. 87,524) col-
lected Mar. 25, 1940, showed this water to have a 
hardness of 20.2 gr. per gal., a residue of 603 
ppm., and an iron content of 5.6 ppm. 
Well No. 4 was drilled in 1921 to a depth of 
104 ft. and located 200 ft. north of Well No. 3 and 
690 ft. north of the pumping station. The well 
was cased with 12-in. pipe below which was set 
6 ft. of Cook screen with No. 2 5 slot openings. 
An 18-in. stratum of sand was penetrated. 
The well was given an acid treatment in Mar. 
1940, following which the present pumping equip-
ment was installed: 90 ft. of 4 1/2-in. column 
pipe; 7-in., 4-stage American Well Works t u r -
bine pump, No. 63298, rated at 100 gpm. against 
95 ft. of head at 1750 rpm.; the length of the 
pump is 4 ft.; 7 ft. of 4-in. suction pipe; 90 ft. of 
1/4-in. copper air line; 5-hp. U. S. electric mo-
2 - Arco la 
t o r , No . 190091. 
A p roduc t ion t e s t was m a d e of Wells 1 ,3 , and 
4 on M a r . 25, 1940 by the State Water Survey . 
A pump was not i n s t a l l ed in Well No. 2 at the 
t i m e . Before the t e s t , the w a t e r level in Wel ls 3 
and 4 was 47 1/2 ft. below the s u r f a c e . With no 
pumping in Wel l s 1 and 3, wa te r was pumped 
f r o m Well No. 4 for two h o u r s at a r a t e of 52 gpm. 
with a d rawdown of 42 1/2 ft. At the s a m e t i m e , 
the w a t e r was lowered two feet in Well No. 3 . 
With no pumping in Wells 1 and 4, w a t e r was 
pumped f r o m Well No. 3 for 2 1/4 h r . at 57 gpm. 
with a drawdown of 38 3 /4 ft. in Well No. 3 and 
2 ft. in Well No. 4. Then with s imu l t aneous 
pumping in Wells 3 and 4 for one hour at 56 and 
49 gpm. r e s p e c t i v e l y , the drawdown in Well No. 3 
was 40 ft. and in No. 4 was 42 1/2 ft. T h i r t e e n 
m i n u t e s af ter s topping the p u m p s , the w a t e r 
level in Wel l s 3 and 4 r e t u r n e d to 5 ft. below the 
s t a r t i n g l eve l . 
Well No . 4 a l so failed on Nov. 19, 1947 and 
h a s been out of s e r v i c e s i n c e . The pumping 
equipment is s t i l l in p lace and the w a t e r level on 
June 24, 1948 was 50 ft. below the pump b a s e . 
A n a l y s i s of a s a m p l e (Lab . No. 87,525) c o l -
l ec ted M a r . 25, 1940 showed the w a t e r in Well 
No. 4 to have a h a r d n e s s of 19.1 g r . pe r ga l . , a 
r e s i d u e of 618 p p m . , and an i r o n content o f4 .8 
p p m . 
Well No. 1 A was d r i l l ed in 1947 to a depth of 
104 ft. 8 in . be low the top of the ca s ing (3 ft. 
above n o r m a l ground level) by E. C. Baker and 
Sons, S ige l . The well is loca ted about 10 ft. no r th 
of Madison St . , on the e a s t s ide of the a l ley b e -
tween W a l n u t S t . a n d U . S . Highway No. 45 (or a p -
p r o x i m a t e l y 2280 ft. N. and 2150 ft. W. of the 
S. E. c o r n e r of Sect ion 4) . The ground sur face 
e l eva t ion a t the w e l l - s i t e i s 680± ft. 
A w a t e r - b e a r i n g f o r m a t i o n of c o a r s e sand 
and g r a v e l was r e p o r t e d to be e n c o u n t e r e d a t the 
bo t tom 14 ft. of the we l l . 
. 
The wel l was c a s e d with 10- in . p ipe , with a 
12-ft . length of 10- in . Johnson E v e r d u r s c r e e n 
having No. 100 s lo t open ings . 
The wel l was not equipped for pumping on 
June 24, 1948 but the equ ipment was on hand to 
be in s t a l l ed and c o n s i s t e d of 90 ft. of 4 - i n . co lumn 
p i p e ; 7 - i n . , 10 - s t age P e e r l e s s o i l - l u b r i c a t e d t u r -
bine p u m p , No. 50592, r a t e d a t 125 gpm. a g a i n s t 
200 ft. of head ; 100 ft. of 1/4-in. copper tubing 
for a i r l i ne ; 10 -hp . G e n e r a l E l e c t r i c m o t o r . 
On F e b . 16, 1949 the non-pumping w a t e r l eve l 
was r e p o r t e d to be 65 ft. and af ter 2 4 - h r . p u m p -
ing the drawdown was 18 ft. 
A n a l y s i s of a s ample ( L a b . No . 117,297) c o l -
l ec t ed F e b . 16, 1949 showed the w a t e r f r o m Well 
1 A to have a h a r d n e s s of 27.1 g r . pe r ga l . , a 
r e s i d u e of 690 p p m . , and an i r o n content of 10.7 
ppm. 
Well No. 2 A was d r i l l e d in 1945 to a depth of 
128 ft. by E. C. Bake r and Sons , before d r i l l i ng 
Well No. 1 A, and was located at the nor th end of 
Walnut St . , about 35 ft. south of the P e n n s y l v a n i a 
R. R. (or a p p r o x i m a t e l y 2580 ft. S. and 2200 ft. 
W. of the N. E. c o r n e r of Sect ion 4 ) . This is about 
one block nor th and one-ha l f block w e s t of Well 
No. 1 A. 
C o r r e l a t e d d r i l l e r ' s log of Well No. 1 A furn ished by the State Geolog ica l Survey: 
During drilling, water-bearing formations of 
sand and gravel were encountered between 67 and 
72 ft. and between 95 -and 122 ft. The well was 
cased with 10-in. pipe and with a 21-ft. exposed 
length of 10-in. Johnson Everdur screen, having 
smaller slot openings at the top and larger slot 
openings at the bottom. 
Well No. 2 A was placed in service Nov. 19, 
1947 and the pumping installation consisted of 
113 1/2 ft. of 4-in. column pipe! 7-in., 11-stage 
Peer less turbine pump, No. 33305, rated at 125 
gpm. against 215 ft. of head; the overall length of 
the pump is 6 1/2 ft.; 114 ft. of 1/4-in. copper air 
line; 10-hp. U. S. electric motor. 
Arcola - 3 
A production test was made after the pump 
installation. After 30-min. pumping at 125 gpm. 
the drawdown was reported to be 14 ft. from a 
static water level of 54 ft. below the pump base 
(3 1/2 ft. above normal ground level). Equilibri-
um was maintained for the remainder of the 8-
hr . test . 
Analysis of a sample (Lab. No. 115,102) col-
lected June 24, 1948 after 20-min. pumping at 
125 gpm. showed the water from Well No. 2 A 
to have a hardness of 16.9 g r . p e r gal., a residue 
of 582 ppm., and an iron content of 6.0 ppm. 
LABORATORY NO. 115,102 
Pumpage is estimated to average 60,000 gpd. 
Illinois State Water Survey - Bulletin No. 40 
The village of Arenzville (494) installed a 
public water supply in 1947. 
An electr ical earth resist ivi ty survey was 
conducted by the State Geological Survey in the 
south and west portions of the corporate limits 
of the town on June 4-5 , 1946. 
Test Well No. 1 was drilled in Sept. 1946 by 
Layne-Western Co., Chicago, and located about 
75 ft. south and 90 ft. east of the northwest co r -
ner of the corporation limits (or approximately 
1400 ft. S. and 2300 ft. W. of the N. E. corner of 
Section 31, T. 17 N., R. 11 W.). The ground su r -
face elevation is 480± ft. 
The well was drilled to a depth of 60 ft. and 
was cased with 8-in. id. pipe from 10 in. above 
to 40 ft. below the ground surface, and with 6-in. 
id. pipe from 10 in. above to 54 ft. below the 
ground surface. A 6 5/8-in. diameter Keystone 
screen, 8 ft. 2 in. overall (6 ft. effective length), 
was installed with the bottom at a depth of 60 ft. 
The screen had No. 30 slot openings. 
For test purposes, a turbine pump, driven by 
a gasoline engine, was installed. The bottom of 
the suction pipe was at a depth of 52 ft. below the 
ground surface. A production test was made by 
the State Water Survey on Oct. 3, 1946. The well 
produced 51 gpm. with a drawdown of 26.5 ft., and 
39 gpm. with a drawdown of 24.5 ft. from a non-
pumping water level of 12.5 ft. below the ground 
surface. 
The permanent city well was completed to a 
depth of 60 ft. by the Layne Western Co. in Mar. 
1947 at the location of Test Well No. 1. 
An 8-in. od. casing and an 18-in. od. casing 
were installed from 3 ft. above to a depth of 50 
ft. below the ground surface. The Layne-Bowler 
shutter, No. 6 slot screen is 10 ft. long. The up-
per 5 ft. is 8-in. in diameter, and the lower 5 ft. 
ARENZVILLE 
Cass County 
May 5, 1948 
is cone-shaped, 8-in. in diameter at the top and 
16 in. at the bottom. 
A production test was made by the State Wa-
ter Survey on Mar. 30, 1947. The non-pumping 
water level was 16 ft. below the top of the casing. 
The following data were observed during the 
test: 
The water level in an observation well, lo-
cated 100 ft. east of the city well, was lowered 
0.35 ft. during the test . 
Permanent pumping equipment was installed 
as follows: 50 ft. of 5-in. column pipe; 8-in., 7-
stage, Layne Bowler turbine pump, No. 16868, 4 
ft. 11 in. overall length, rated at 100 gpm. 
against 200 ft. of head, when operating at 1750 
rpm;4- in . suction pipe; 50 ft. of 1/4-in. air line; 
7 1/2 hp. U. S. electric motor, No. 526148, op-
erating at 1800 rpm. The bottom of the turbine 
is 8 ft. 2 in. above the bottom of the well. 
In 1947, it was reported that the drawdown 
was 15.7 ft. from a non-pumping water level of 
13.7 ft. below the top of the casing when pumping 
at an estimated rate of 135 gpm. On May 5, 1948, 
when pumping at 100 gpm. the drawdown was 
4 1/2 ft. from a non-pumping water level of 34 
ft. 
Analysis of a sample (Lab. No. 114,564) col-
lected May 5, 1948 after 40-min. pumping at 100 
gpm., showed the water to have a hardness of 
20.6 gr. per gal., a residue of 391 ppm., and an 
iron content of 0.2 ppm. 
Z - Arenzeville 
LABORATORY NO. 114,564 
Pumpage is estimated to average 10,500 gpd. 
I l l ino is State Water Survey - Bul le t in No. 40 
A publ ic wa te r supply was in s t a l l ed by the 
v i l lage of Arl ington (258) in 1893. 
The o r i g i n a l wel l b e c a m e clogged with sand, 
and two we l l s w e r e d r i l l e d 3 ft. a p a r t at a l o c a -
t ion 50 ft. no r th of the Chicago , Bur l ing ton , & 
Quincy R. R. and 150 ft. e a s t of State Highway 89 
(or a p p r o x i m a t e l y 1200 ft. S. and 2100 ft. W. of the 
N. E. c o r n e r of Sect ion 8, T. 17 N. , R. 11 E . ) . 
The e leva t ion of the tops of the we l l s is 750± ft. 
The we l l s a r e 6 in. in d i a m e t e r and 94 ft. 
d e e p . They p e n e t r a t e a sand and g r a v e l s t r a t u m 
to a depth of about 6 ft. At one t i m e , both we l l s 
w e r e equipped with fine s c r e e n s , but the fine 
s c r e e n was r e m o v e d f r o m one wel l and r e p l a c e d 
by a 4 1/2-in. pipe pe r fo ra t ed with 1/4-in. h o l e s . 
The we l l s w e r e equipped with deep -we l l pumps 
with 3 3 / 4 - i n . c y l i n d e r s a t t ached to 4 - i n . d rop 
pipe at a depth of about 40 ft. The length of the 
s t r o k e was 10 in . Both pumps w e r e o p e r a t e d f rom 
one c r a n k , b e l t - d r i v e n f rom a 10-hp. e l e c t r i c 
m o t o r . 
ARLINGTON 
B u r e a u County 
July 30 , 1947 
In 1923, the non-pumping w a t e r level w a s r e -
po r t ed to be about 20 ft. 
The d e e p - w e l l p u m p s have been r e m o v e d 
r e c e n t l y . T h e E a s t Well h a s b e e n equipped with 
a J acuzz i je t p u m p , Unit No. 130262. I t is powered 
by a 3 -hp . , 1 7 1 5 - r p m . G e n e r a l E l e c t r i c m o t o r , 
No. T C J 6696062. The pump is se t a t 74 ft., and 
the d i s c h a r g e h a s been t h r o t t l e d down to 15 to 18 
g p m . to p r e v e n t o v e r - p u m p i n g . 
The non-pumping w a t e r l eve l , when the J acuzz i 
pump was in s t a l l ed , was 48 ft. be low the pump 
house f loor . 
A s m a l l e r pump m a y be p laced in the Wes t Well 
for e m e r g e n c y u s e . 
Ana lys i s of a s amp le (Lab . No. 111,313), c o l -
l ec ted July 30 , 1947 f r o m a tap at the p u m p , af ter 
pumping 6 h r . , showed th i s w a t e r to have a h a r d -
n e s s of 21.0 g r . pe r g a l . , a r e s i d u e of 392 p p m . , 
and an i r o n conten t of 1.9 p p m . 
LABORATORY NO. 111,313 
The w a t e r i s not t r e a t e d . 
P u m p a g e is e s t i m a t e d to be about 8000 gpd. 
Illinois State Water Survey - Bulletin No. 40 
Water works were installed by the village of 
Arlington Heights (5668) in 1900, primarily for 
fire protection. The initial supply was obtained 
from a 5-in. flowing well, 127 ft. deep, and loca-
ted west of the intersection of Wing St. and Davis 
St. (or approximately 1100 ft. N. and 150 ft. E. of 
the S. W. corner of Section 29, T.42 N.,R. 11 E.). 
With increasing water demands, additional 
wells were drilled close to the original well, 
forming a group of 4 wells drilled at this central 
location at a ground surface elevation of 697± ft. 
Three of the wells drilled in this group were 
productive and furnished the entire public water 
supply until about 1924 when their yield was in-
sufficient to meet the demands of a growing popu-
lation. 
Two. additional limestone wells were then 
drilled. One, now known as Well No. 2, located 
at the southwest corner of Chestnut Ave. and 
Hawthorne Ave. was drilled to a depth of 251 ft.; 
and another, now known as Well No. 3, at the 
northwest corner of Douglas Ave. and Foundry 
Rd., was drilled to a depth of 180 ft. The p r o -
ductive capacities of these additional wells did 
not prove sufficient to meet the increasing de-
mands. The Citizens Committee reported on 
Mar. 21, 1932 that the maximum capacity of all 
wells was then 355 gpm., which was insufficient 
during the summers of 1930 and 1931. 
Connection was made with the Arlington Park 
Jockey Club well which resulted in alleviating 
the water shortage in the summers of 1932, 1933, 
and 1934. The water supply at the Club is ob-
tained from 2 wells, 320 and 920 ft. deep, deliver-
ing 150 and 350 gpm., respectively. 
In 1941, a sandstone well, now called Well 
No. 4, was drilled to a depth of 1555 ft. at a lo -
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cation 100 ft. west of Kennicott Ave. and 100 ft. 
north of Wing St. This well has been the principal 
source of the public water supply since it was 
placed in service in Apr. 1942. 
The most recent addition to the ground water -
supply is a 1525-ft. sandstone well, now known 
as Well No. 5, located at the northwest corner of 
Douglas Ave. and Foundry Rd. about 10 ft. north 
of Well No. 3. This well was completed and put 
into service in May 1946. 
The original 5-in. well was reported to be 
127 ft. deep when drilled, but when sounded on 
Nov. 21, 1923, it was 118 ft. deep. In 1900 the 
well flowed into a collecting reservoir but ceased 
flowing when a second well, now called No. 1, was 
drilled in 1909. In July 1914 the water level was 
12 ft. below the ground surface, but the yield of 
the well is not known. 
The 5-in. well was abandoned in 1920 and 
fitted with a wooden plug. It was capped and 
sealed with concrete in 1935. 
Well No. 1 is located about 40 ft. southwest of 
the old 5-in. well and 25 ft. north of Wing St. It 
is 10 in. in diameter and was drilled to a depth of 
140 ft. It is cased to rock at a depth of 117 ft. 
and penetrates 23 ft. of l imestone. 
In July 1914, the water level in Well No. 1, 
and also the 5-in. well, was 12 ft. below the 
ground surface; and the yield of Well No. 1 
amounted to 125 gpm. On Apr. 23, 1918, the non-
pumping water level was reported to be 40 ft., 
and the pumping water level was 60 ft. in both 
wells which were then producing 130,000 gpd. 
Well No. 1 is still in service as an auxiliary 
pumping unit. The existing pump installation con-
LABORATORY NO. 106,245 
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sists of 100 ft. of 5-in. column pipe; 6-in., 10-
stage American Well Works turbine pump rated 
at 220 gpm. against 185 ft. of head; no suction 
pipe; 100 ft. of airline; 20-hp. U. S. electric mo-
tor. 
The elevation of the pump base is 696.8 ft. 
On Apr. 18, 1946, the water level was 25 ft. be-
low the pump base , and the drawdown was 61 1/2 
ft. after 1 1/2-hr. pumping at 240 gpm. 
Analysis of a sample (Lab. No. 106,245) col-
lected at the end of this period, showed the water 
to have a hardness of 20.8 gr. per gal., a miner -
al content of 751 ppm., and an iron content of 1.6 
ppm. This water appears to be typical for waters 
from the Silurian dolomite in this vicinity. 
During the years 1943, 1944, and 1945, the 
pumpage from Well No. 1 averaged 45,000 gpd., 
which varied from a winter minimum of 9200 
gpd. to a summer maximum of 83,500 gpd. 
Another 10-in. well was drilled in 1920 to a 
depth of 143 ft. at a location 3 ft. distant from the 
abandoned 5-in. well and about 40 ft. northeast of 
Well No. 1. The combined capacity of the two 
10-in. wells was reported to be 225 gpm. in Nov. 
1923, but pumping at this rate could not long be 
sustained, consequently the pumps were a l te r -
nated at ra tes of 110 to 115 gpm. After 8-hr. 
operation on Nov. 21, 1923, the wooden plug was 
removed in the abandoned 5-in. well, and the 
distance to water measured 67 ft. The opera-
tion of the two 10-in. wells was continued in the 
same manner until 1935 when Well No. 1 was 
cleaned out, and the second 10-in. well was 
capped and sealed. 
A 12-in. well was drilled in 1919 and 1920 at 
a location 40 ft. southeast of the 5-in. well, 80 
ft. distant from well no. 1, and about 12 ft. 
north of Wing St. A report in 1920 stated that it 
was cased to rock and penetrated rock between 
the depths of 120 ft. 8 in. and 195 ft., below 
which it passed through 15 ft. of shale into red 
shale to the bottom at a depth of 253 ft. It was 
" s h o t " with 25 lb. of dynamite and was then found 
to have filled to a depth of 108 ft. The well was 
abandoned. 
Well No. 2, (formerly known as No. 4) is lo-
cated at the southwest corner of Chestnut Ave. 
and Hawthorne St. (or approximately 2150 ft. S. 
and 110 ft. W. of the N. E. corner of Section 30). 
The elevation of the pump base is 724.4 ft. 
This well was originally 12 in. in diameter 
and 251 ft. deep. No data are available relative 
to its original construction and capacity. It was 
deepened by Henry Boysen, J r . , in 1934, to a 
total depth of 923 ft., and in July 1947, the well 
was deepened to 1345 ft. by Milaeger and Smyth, 
Milwaukee. 
The hole and casing diameters are given in 
Table 1. 
On Dec. 4, 1934 the water level was 102 ft. 
below the pump base after the well had been idle 
36 hr . On Dec. 26, and 27, 1934, the water level 
was 265 ft. below the pump base after 48-hr. 
pumping at 450 gpm. 
An accidental flushing of the well on Nov. 10, 
1940, when the water from the elevated storage 
tank flowed back into the well after the pump was 
stopped, eliminated gas from the well, which had 
been objectionable for several months. The d i s -
charge, which had declined to 200 gpm., was in-
creased to 270 gpm. On May 14, 1941 the non-
pumping water level was 161 ft. below the pump 
base , and the drawdown was 95 ft. when pumping 
at 260 gpm. 
In Dec. 1941, the pump was pulled, and a sec -
tion of the column pipe at 140 ft. below the pump 
base was found to have a hole about 1 1/2 in. by 
3/4 in. A flange bolt at this point was worn a l -
most through. It was evident that the hole had 
been cut by pumping sand. The casing opposite 
this point had also been cut allowing clay to 
wash down into the well. 
The well was found to be 909 ft. deep and was 
cleaned out to the original depth of 923 ft. The 
TABLE 1 
Hole Record Casing Record 
12-in. from 0 to 455 ft. 12-in. from 0 to 161 ft. 
10-in. from 455 to 923 ft. 10-in. from 127 to 455 ft. 
8-in. from 923 to 1345 ft. 8-in. finer from 554 to 602 ft. 
column pipe was not otherwise eroded but had a 
very heavy coating of soft iron oxide on both the 
inside and outside surfaces. Two lengths of the 
column pipe were replaced, and the pump was 
re-installed at the former setting of 300 ft. 
During the summer of 1942, numerous com-
plaints were received concerning the orange and 
brown sludge appearing in the water, mainly 
from this well when the pump was first started. 
A mineral analysis of a sample of water col-
lected Aug. 5, 1942 from the pump discharge at 
the s tar t of pumping indicated an iron content of 
4,4 ppm., and another sample taken after 10-
minute pumping indicated only 0.1 ppm. The 
sludge from this well also showed the presence of 
some crenothrix( ironbacter ia) . These objection-
able conditions were overcome to some extent by 
wasting the water first pumped until it cleared, 
flushing hydrants regularly to clear old iron de -
posits in the mains, and treating the well and 
pump with chlorine to clear up the growth of iron 
bacter ia . 
During the years 1943, 1944, and 1945, the 
well served mainly as an auxiliary supply unit 
during the summer months when the pumpage av-
eraged about 67,000 gpd. from this well. In the 
summer of 1945 the following water levels in 
feet below the pump base were observed: 
Depth to Water 
On May 3, 1946 the following pumping equip-
ment, which was installed in Mar. 1943, was r e -
moved: 350 ft. of 6-in. od. column pipe; 8-in., 
18-stage Pomona turbine, rated at 350 gpm. 
against 420 ft. of head; 18-in. tapered strainer; 
50-hp. U. S. electric motor. 
The depth to water when the pump was pulled 
on May 2, 1946 was 150 ft. after the well had been 
idle since Aug. 31, 1945. 
The pumping equipment was installed for 
temporary use in Well No. 5, completed in Mar. 
1946. 
When repairing and deepening the well in 
May-June 1947, four shots of 50 lb. each of 100% 
blasting gelatin were discharged at levels of 1300, 
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1275, 1250 and 1225 ft. It was reported that fol-
lowing the shooting, 4 yd. of mater ia l was bailed 
from the well. 
On Feb. 3, 1949, the non-pumping water level 
was 246 ft. and after 15-minute pumping at 445 
gpm. the drawdown was 58 ft. 
Well No. 3 (formerly known as Well No. 5), is 
located north of the Northwest Highway at the 
northwest corner of Douglas Ave. and Foundry Rd. 
(or approximately 150 ft. N. and 2585 ft. E. of the 
S. W. corner of Section 29). The elevation of the 
top of the pump base is 697.2 ft. Very little infor-
mation is available concerning its original con-
struction and productive capacity. It was r e -
ported to be drilled about 1928 to a depth of 180 
ft. and has a 12-in. casing at the top. The hole is 
10 in. in diameter at the bottom. 
The well was equipped with 140 ft. of 5-in. 
column pipe; 6-in., 10-stage American Well 
Works turbine pump, rated at 220 gpm. against 
185 ft. of head; 20-hp. U. S. electric motor. The 
discharge of this unit was 85 gpm. 
Analysis of water samples, collected Aug. 5, 
1942, showed the following iron content: the 
sample at the start of pumping showed 1.2 ppm., 
and a sample taken after 10-minute pumping 
showed 0.8 ppm. 
A non-pumping water level of 27 ft. below 
the pump base was reported on Jan. 5, 1943. Due 
to i ts limited yield and high iron content, the well 
was seldom used and was held as an emergency 
unit. In July 1945 the pumping equipment was r e -
moved, and the well abandoned. 
Well No. 4, (formerly known as No. 6) is lo -
cated about 100 ft. west of Kennicott Ave. and 100 
ft. north of Wing St. (or approximately 1100 ft. N. 
and 2500 ft. E. of the S. W. corner of Section 30). 
The elevation of the pump base is 708.8 ft. 
This well was drilled by Milaeger in 1941. 
When the drilling had reached the base of the St. 
Peter sandstone at a depth of 912 ft. in May 1941, 
a preliminary production test was made by the 
dr i l le r . After 8-hr. pumping at 93 gpm., the 
drawdown was 127 ft. from a water level of 152 
ft. Due to dissatisfaction with the yield of the well 
and questionable benefits to be obtained by "shoot -
ing" the St. Peter sandstone, the well was deep-
ened to a final depth of 1555 ft. 
The hole and casing diameter record is given 
in Table 2. 
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TABLE 2 
Hole R e c o r d Cas ing R e c o r d 
13- in . f rom 162 1/2 to 425 ft. 16- in . od. f rom sur face to 142 1/2 ft. 
10- in . f r o m 425 to 1555 ft. 14- in . od. f rom su r face to 162 1/2 ft. 
10- in . id . l i ne r f rom 191 to 425 ft. 
A lead p a c k e r was p laced at the top of the 
l i n e r , and a c lay s e a l at the b o t t o m . 
A 2 4 - h r . t e s t m a d e on Oc t . 27 and 28 , 1941, 
showed a product ion of 300 g p m . , w i t h a d r awdown 
of 129 ft. be low a non-pumping w a t e r level of 128 
ft. be low the pump b a s e . Fol lowing the product ion 
t e s t , the wel l was " s h o t " with 7 c h a r g e s , each 
composed of 100 lb . of 80% dynami te p laced , in 
o r d e r of de tona t ion , at dep ths of 1300, 1285, 1270, 
1250, 1230, 1210, and 1165 ft. 
After the " s h o o t i n g " and c lean ing , a second 
produc t ion t e s t was made on D e c . 22 and 23 , 1941. 
The w a t e r level be fore the t e s t was 180 1/2 ft. 
indicat ing a d r o p of 51 1/2 ft. s ince the p rev ious 
t e s t in O c t o b e r . At the end of 2 4 - h r . pumping at 
405 gpm. , the w a t e r l eve l was 277 1/2 ft., or a 
drawdown of 97 ft. 
The following pump ins t a l l a t i on , m a d e in Apr . 
1942, is s t i l l in s e r v i c e : 330 ft. of 6- in . co lumn 
p ipe ; 10- in . , 8 - s t age Pomona tu rb ine p u m p , r a t e d 
at 400 g p m . aga ins t 310 ft. of head; the o v e r a l l 
length of the pump is 5 ft. 4 in . ; 24- in . t a p e r e d 
s t r a i n e r ; 330 ft. of a i r l ine; 5 0 - h p . West inghouse 
e l e c t r i c m o t o r . 
The r e c o r d of w a t e r l eve l s dur ing 1945 
showed a non-pumping leve l of 220 ft. below the 
pump b a s e and a l eve l of 275 ft. a f ter long p u m p -
ing p e r i o d s at 360 gpm. On Apr . 15, 1946 the w a -
t e r l eve l , a f ter a 4 - h r . idle p e r i o d , was 226 ft.; 
and on A p r . 17, 1946, the w a t e r l eve l , af ter 5 6 -
h r . pumping at 360 g p m . , was 278 ft. 
T A B L E 3 
Hole R e c o r d 
19- in . f rom 0 to 422 ft. 
13 1/4-in. f r o m 422 to 1000 ft. 
12- in . f r o m 1000 to 1525 ft. 
Cas ing Reco rd 
2 0 - i n . s t e e l c a s i n g f r o m 0 to 111 ft. 
14- in . od. s t e e l c a s ing f r o m 0 to 422 ft. 
10- in . s t ee l l i ne r f r o m 899 to 1000 ft. 
Ana lys i s of a sample (Lab . No. 106,247) c o l -
l ec ted Apr . 17, 1946 af ter 5 6 - h r . pumping at 360 
gpm. , showed the wa te r f rom th i s wel l to have 
m i n e r a l content v e r y s i m i l a r t o tha t obta ined 
f rom the No. 5 we l l . The t e m p e r a t u r e was 57° 
F . 
This wel l h a s been the p r inc ipa l s o u r c e of 
the public supply s ince i t was p laced in s e r v i c e 
in Apr . 1942. F r o m June 1, 1943 to Jan. 1, 1946 
the m e t e r e d pumpage ave raged 454,400 gpd. The 
wate r i s pumped d i r e c t l y to the d i s t r ibu t ion s y s -
t e m . 
Well No. 5 was d r i l l ed by Mi laege r at the 
n o r t h w e s t c o r n e r of Douglas Ave. and F o u n d r y 
Rd . , 10 ft. nor th of Well No. 3 (or a p p r o x i m a t e l y 
165 ft. N. and 2585 ft. E. of the S. W. c o r n e r of 
Sect ion 29). This wel l was comple ted to a depth 
of 1525 ft. in M a r . 1946 and " s h o t " at depths of 
1230, 1250, 1270, and 1290 ft. with 100- lb . c h a r g e s 
of b las t ing ge la t in . The e leva t ion of the ground at 
the top of the wel l is 689± ft. 
The d r i l l e r ' s r e c o r d of hole and cas ing d i a -
m e t e r s i s a s shown in Table 3 . 
The annu la r space outs ide the 14-in. ca s ing 
was c e m e n t g r o u t e d . 
On M a r . 6, 1946, the depth to wa te r was 185 
ft. be low the top of the c a s i n g . A product ion t e s t 
was conducted on Apr . 13 and 14, 1946. The w a -
t e r l eve l be fo re the t e s t w a s 185 ft.; and af te r 
pumping 20 h r . a t 870 gpm. , the d rawdown was 84 
ft. After the t e s t , the wel l was aga in c leaned out 
and a l l sand r e m o v e d . The depth of the well was 
then found to be 1531 ft. , and the w a t e r l eve l was 
185 ft. 4 in . below the top of the c a s i n g . 
The t e m p o r a r y pump a s s e m b l y r e m o v e d f rom 
Well No . 2 was ins t a l l ed in Well No. 5 in May 
1946. The ex i s t ing pumping equ ipmen t , ins ta l l ed 
in 1947, c o n s i s t s of 350 ft. of 8- in . co lumn p ipe ; 
12- in . , 7 - s t age P e e r l e s s tu rb ine p u m p , No. 33984, 
w a t e r l ub r i ca t ed and r a t e d a t 800 gpm. a g a i n s t 
280 ft. of head; the pump is 7 ft. long; 20 ft. of 
8-in. suction pipe; 100-hp. General Electric mo-
tor; cast- iron bowls, bronze impellers and s ta in-
less steel shafting. 
Analysis of a sample (Lab. No. 106,728) col-
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lected June 13, 1946 after pumping 4 1/2 hr . at 
450 gpm., showed the water from this well to have 
a hardness of 15.8 gr. per gal., a residue of 433 
ppm., and an iron content of 0.2 ppm. 
Sample-study log of Well No. 5 furnished by the State Geological Survey: 
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LABORATORY NO. 106,728 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
village of Arthur (1405) in 1914. 
Water was first obtained from three wells, 
8-in. diameter, located at the pumping station, at 
the northeast corner of Cleveland and South F i r s t 
St. (or approximately 2500 ft. N. and 750 ft. W. of 
the S. E. corner of Section 25, T. 15 N., R. 6 E., 
in Moultrie County). The wells wer.e cleaned in 
1922 and the depths measured 67, 68, and 69 ft. 
The west well was then drilled from 68 ft. to a 
depth of 89 ft. Quicksand was encountered at 72 
ft. and 2 ft. of mater ia l in the bottom was said to 
be gravel. The wells were not screened. 
The tops of the well casings were 20 ft. below 
the ground surface elevation of 662± ft., and a 
20-ft. diameter reservoir constructed around the 
tops of the wells. The top of the reservoir wall 
was 21 ft. 5 in. above the tops of the casings. 
On June 30, 1923, the yield of the wells was 
calculated to be 57 gpm. When pumping from the 
village wells, water levels in two private wells, 
150 and 350 ft. distant, were 51 and 43 in., r e s -
pectively, below the ground surface elevation, 
which was 24 in. lower than the ground surface at 
the village wells. Pumping from the village wells 
did not lower the water in the private wells. The 
wells were abandoned in 1.929, and the reservoir 
was filled. 
In 1928, Meister Bros . , Tuscola, drilled an 
8-in. well to a depth of 329 ft. and located about 
50 ft. east of the original wells. This well was 
abandoned about 1933 because of the salty qual-
ity of the water and pumping equipment difficult-
i e s . The well has been sealed and capped with 
concrete. 
In 1933, Well No. 1 was drilled to a depth of 
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85 ft. and located about 15 ft. north of the 329-ft. 
well drilled in 1928. The well was cased with 
8-in. pipe, with 10 ft. of screen in the bottom. 
Two 5-in. holes were drilled adjacent to the well 
and filled with 18 tons of screened gravel. When 
tested by the dri l ler at a pumping rate of 70 gpm., 
the drawdown was 12 ft. from a static water level 
of 12 ft. below the surface. 
In 1938, the pump started breaking suction 
and, in Apr. 1944, would break suction when 
pumping at a rate of 40 gpm. The well failed 
after an excessive rate of pumping during an 
industrial plant fire in 1942-1943. Evidently the 
screen became sand-clogged. 
In 1936, R. E. Milaeger, Milwaukee, Wis., 
constructed a gravel-pack well to a depth of 85 
ft. and located 50 ft. south of the 329-ft. well, or 
65 ft. south of Well No. 1. The well produced 50 
gpm. at first , but sand trouble and lack of water 
caused the abandonment of the well. The well 
has been sealed and capped with concrete. 
In 1937, Milaeger, sub-contractor for A. D. 
Cook Co., Lawrenceburg, Ind., drilled two test 
holes in the extreme eas tern part of town. New 
Well No. 1 was drilled in 1938 at the site of test 
hole No. 1, at the extreme east end of South Sec-
ond St. (or approximately 2125 ft. N. and 2700 ft. 
E. of the S. W. corner of Section 30, T. 15 N., R. 
7 E.). This location is in Douglas County. 
The well was drilled to a depth of 78 ft. be-
low a ground surface elevation of 660t ft., and 
was cased with 10-in. pipe from three feet above 
to 61 ft. 4 in. below ground level, below which 
was 16ft. of exposed length of 9 1/2-in. od. b r a s s 
tube s t ra iner . The upper seven feet of the screen 
had No. 60 slot openings and the bottom nine feet 
had No. 10 slots. 
LABORATORY NO. 115,187 
2 - Arthur 
Sample-study log of Test Hole No. 44-3 furnished by the State Geological Survey: 
During a production test by the dr i l ler , when 
pumping at 198 gpm., the drawdown was 50 ft. 
from a static water level of 16 ft. below the su r -
face. 
In the winter of 1942-43, a fire at an indus-
t r ia l plant necessitated pumping at a maximum 
rate for 36 hr . Previously, the pump had been 
throttled to a rate of less than 100 gpm. About 
60 days after the fire, the pump was discovered 
to be breaking suction. The well was acidized 
and the productive capacity increased to 120-150 
gpm. In Nov. 1943, the non-pumping water level 
was 28 ft., a recess ion of 12 ft. since 1937. The 
production gradually declined and the discharge 
rate became e r ra t i c , fluctuating between 40 "and 
70 gpm. The rate of pumping was throttled to 35 
to 40 gpm. 
The pumping assembly, installed Aug. 15, 1945, 
consists of 60 ft. of 3-in. column pipe; 6.-in., 16-
stage Cook turbine pump, No. 7485, rated at a 
capacity of 35 gpm. against 190 ft. of head; 60 ft. 
of 1/4-in. gi. air line; 10 ft. of 3-in. suction pipe; 
3-hp. U. S. electric motor. The pump discharges 
about 40 gpm. to the distribution system, against 
a p ressure of 60 lb. 
On June 1, 1948, the water level, after a 12-
hr . r e s t , was 21 ft. below the pump base . On June 
2, 1948 the water level, after 8 1/2-hr. pumping 
at 40 gpm., was 37 ft. below the pump base . The 
well is used an average of 12 h r . daily and from 
May 25 to June 24, 1948, contributed about 15.8% 
of the total supply. 
Analysis of a sample (Lab. No. 115,187) col-
lected July 2, 1948 after 8 1/2-hr. pumping at 40 
gpm., showed the water to have a hardness of 15.6 
gr. per gal., a residue of 517 ppm., and an iron 
content of 2.0 ppm. 
In Sept. 1944, an electr ical earth resistivity 
survey was made by the State Geological Survey 
in the vicinity of Arthur and, as a result , 14 tes t 
holes were drilled in Nov. 1944 by Hayes and Sims, 
Champaign. 
Well No. 2, originally No. 3, was completed at 
a depth of 90 ft. in Mar. 1945 by Hayes and Sims 
and located 6 ft. southeast of test hole 44-3 , about 
1/4 mile northeast of town (or approximately 25 
ft. S. and 775 ft. E. of the N. W. corner of Section 
30). The ground surface elevation is 657± ft. 
The well was cased with 16-in. od. pipe from 
20 in. above to 76 ft. below ground level and with 
8-in. id. pipe from 22 in. above to 90 ft. 7 1/2 in. 
below ground level. A Johnson Armco-iron w i r e -
wound screen, having an over all length of 15 1/2 
ft. and No. 60 slot openings, was set below the 8-
in. casing. The annular spaces between the c a s -
ings and outside of the screen were packed with 
approximately four tons of washed gravel, grad-
ing up to 1/4-in. diameter . 
A production test was made by the State Water 
Survey on Mar. 19, 1945, using a reciprocating 
pump operated from the dri l l r ig . After seven 
hours pumping at 102 gpm., the drawdown was 17 
ft. from a non-pumping water level of 11 ft. be-
low the ground surface. In June 1945, while well 
No. 3 was being tested, it was observed that the 
pumping level in Well No. 2 had lowered six feet. 
The pumping equipment, removed from Well 
No. 1 in Mar. 1945, consists of 50 ft. of 5-in. 
column pipe; 8-in., 7-stage A. D. Cook turbine 
pump, No. 2285, rated at 120 gpm. against 130 ft. 
of head; 69 ft. 9 in. of gi. air line; 15 ft. 5 in. of 
5-in. suction pipe; 15-hp. U. S. electric motor, 
No. 138928. Local records of this installation 
are missing. Reports on the depth of the turbine 
setting and the length of the air line are in ques -
tion. The air line is defective. 
Analysis of a sample (Lab. No. 102,810) col-
lected Mar. 19, 1945 after seven-hours pumping 
showed the water to have a hardness of 22.8 gr . 
per gal. , a residue of 598 ppm., and an iron con-
tent of 4.3 ppm. 
Well No. 2 is normally used every other day, 
alternating with Well No. 3. F rom May 25 to. 
June 24, 1948 metered pumpage averaged 69,540 
gpd. or 43.75% of the total public supply. 
Due to leaks in the distribution, the amount of 
water pumped daily was from two to five t imes 
the amount needed for public supply. 
Well No. 3, formerly No. 4, (ninth well drilled 
for the village) was completed in June, 1945 by 
Hayes and Sims and located 322 ft. east of Well 
No. 2. 
The well construction consisted of a 16-in. 
od. black pipe outer casing from 17 in. above to 
78 ft. 7 in. below ground level, and an 8-in. id. 
black pipe casing from 17 in. above to 91 ft. be-
low ground, below which was set a 7 5/8-in. 
Johnson Everdur screen with 12-ft. 1-in. exposed 
length, and having No. 60 slot openings. The an-
nular spaces between the casings and outside of 
the screen were packed with washed gravel of 
small gradation. 
A production test was made by the State Wa-
ter Survey on June 20, 1945, using temporary 
Arthur - 3 
test pumping equipment operated from the dril l 
r ig . The non-pumping water level was 18 ft. 8 
in. The pump in Well No. 2 was being operated 
and continued during the first six hours of the 
test . At the same t ime, pumping in Well No. 3 
was started at a rate of 88 gpm. and, after six-
hours pumping, had gradually declined to 85 gpm. 
with a drawdown of 12 ft. The pump in Well No. 2 
was then stopped and after one-hour continued 
pumping in Well No. 3 the pumping rate decreased 
to 84 gpm. with a drawdown of 11 ft. It was ob-
served that the static level in Well No. 3 was ap-
proximately six feet below the static level in 
Well No. 2 in Mar. 1945. On July 18, 1946, the 
water level was measured 14 ft. below the pump 
base . On July 2, 1948 after nine-hours intermit-
tent pumping, the water level was 27 1/2 ft. be-
low the pump base. 
The pumping equipment, installed July 18, 
1946, consists of 60 ft. of 4-in. column pipe; 8-in., 
9-stage Cook turbine pump, No. 991, rated at a 
capacity of 100 gpm. against 213 ft. of head; 60 ft. 
of 1/4-in. gi. air line; 10 ft. of 4-in. suction pipe; 
10-hp. U. S. electric motor. 
Analysis of a sample (Lab. No. 103,629) col-
lected June 20, 1945 after 6 1/2-hr. pumping at 
84 gpm. showed this water to have a hardness of 
22.2 gr . per gal., a residue of 603 ppm., and an 
iron content of 3.1 ppm. Methane gas is present 
in the water from this well. 
F r o m May 25, to June 24, 1948 the metered 
pumpage from Well No. 3 averaged 64,300 gpd. or 
40.45% of the total public supply. 
Some progress has been made in reducing the 
leakage in the distribution system. About 50% of 
the pumpage is accounted for. 
Total pumpage for the village, from May 25, 
to June 24, 1948 averaged 159,000 gpd. of which 
the Progress Mfg. Co. and the F a r m e r s Cheese 
Co. used from 7300 to 33,000 gpd. 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed in 1947 
by the village of Ashkum (337). 
Well No. 1 was completed to a depth of 196 
ft. in May 1947 by Lowell French, Ashkum, and 
located 50 ft. north of Lake St., 120 ft. west of 
Second St. (or approximately 2000 ft. S. and 2000 
ft. E.of the N. W. corner of Section 28, T. 28 N., 
R. 14 W.). The ground surface elevation is 662t 
ft. 
The well was cased with 8-in. pipe from 1 ft. 
above to 153 ft. 4 in. below ground level. 
A production test was made on May 28-29, 
1947 by the State Water Survey. For test pur-
poses the pumping assembly consisted of a r i g -
operated cylinder pump with the bottom of the 
cylinder 82 ft. below the top of the casing. Before 
the tes t the static water level was 28 ft. below the 
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top of the casing, and after 23 1/2-hr. pumping 
at 75 gpm. the drawdown was 34 ft. During the 
test , private wells with minimum pump settings, 
went dry. 
The pumping installation consists of 60 ft. of 
3-in. column pipe; 5-in., 6-stage Pomona turbine 
pump, No. SH 3155, rated at 50 gpm. against 70 
ft. of head; 10 ft. of 3-in. suction pipe; 2-hp. 
General Electr ic motor. 
Analysis of a sample (Lab. No. 110,440) col-
lected May 29, 1947 after 9-hr. pumping at 70 
gpm., showed this water to have a hardness of 
17.0 gr. per gal., a residue of 444 ppm., and an 
iron content of 1.2 ppm. 
A water treatment plant and the distribution 
system are being constructed. 
Correlated d r i l l e r ' s log of Well No. 1 furnished by the State Geological Survey: 
LABORATORY NO. 110,440 
Illinois State Water Survey - Bulletin No. 40 
The village of Ashland (1139) installed a pub-
lic water supply in 1936. 
Several test wells were drilled in 1935. Test 
Well No. 5 was located about 2 miles southwest of 
the village in Morgan County in the valley of Little 
Indian Creek, (or approximately 2300 ft. S. and 
2300 ft. W. of the N. E. corner of Section 6, T. 16 
N., R. 8 W.). The ground surface elevation at the 
well site is 600± ft. 
This well was 6 in. in diameter, 21 ft. deep, 
and had 10 ft. of screen exposed to gravel. The 
screen had No. 80 and No. 100 slot openings. 
A production test was made by the State Water 
Survey on June 17-20, 1935. 
The well produced 57 gpm. with a drawdown of 
9 ft. 3 in. from a non-pumping water level of 1 
ft. above the ground surface. 
Test Well No. 6 was located about 150 ft. 
south and 55 ft. east of Test Well No. 5. This 
well was 17 ft. deep and 6 in. in diameter. When 
tested in June, 1935, it was reported that the well 
produced 30 gpm. with a drawdown of 17 ft. 6 in. 
from a non-pumping water level, which was at 
ground level. Such a drawdown would be 6 in. be-
low the bottom of the well. 
Test Well No. 8 was located 55 ft. south and 
80 ft. east of Test Well No. 5. This well was 17 
ft. deep and 6 in. in diameter . When tested in 
June, 1935, the production was 42 1/2 gpm. with 
a drawdown of 7 ft. 3 in. from a non-pumping wa-
ter level of 1/2 ft. above the ground surface. 
Village Well No. 1 was drilled to a depth of 
21 ft. in 1935 by C. O. Robertson and Son, Camp-
bellsburg, Ind., and was located at the site of 
Test Well No. 5, and 34 ft. west of the pump 
house. The well is of the gravel-walled type. 
The 36-in. od. outer casing extends from 5 ft. 
above to 13 ft. below the ground surface and the 
ASHLAND 
Cass County 
May4,1948 
18-in. inner casing extends from a depth of 4 ft. 
to 12-ft., and an 18-in. Cook wire-wound well 
screen, with an effective length of 8 ft. 2 1/2 in., 
is installed between the depths of 12 and 21 ft. The 
screen has 3 / l6- in . slot openings. An envelope 
of selected gravel, 36-in. od. was placed around 
the screen. The. top of the gravel was 44.4 in. 
below ground level. . 
A production test was made by the State Wa-
ter Survey on Oct. 17, 1935. For test purposes, 
the 'well was equipped with a suction pump with 
the bottom of the suction pipe at a depth of 17 ft. 
below the top of 36-in. casing. After 8-hr. 
pumping at 88 gpm. the drawdown was 10 ft. 10 
in. from a non-pumping water level of 7 ft. be-
low the top of the casing. 
Analysis of a sample (Lab. No. 76839) col-
lected Oct. 17, 1935, showed the water to have a 
hardness of 31.4 gr. per gal., a residue of 586 
ppm., and an iron content of 0.7 ppm. 
Two other wells were drilled by 193 7 by C. 
O. Robertson. One well is located about 84 ft. 
north and 15 ft. west of the pump house. The 
other well is 70 ft. south and 84 ft. west of the 
pump house. The wells are reported to be drilled 
to the same depth and cased the same as Well No. 
1. The 3 wells are connected with a common suc-
tion pipe, and water is pumped by either of two 
4-in.by 6-in. Fairbanks-Morse duplex piston pat-
tern power pumps. Each pump is connected by 
an enclosed chain drive to a 10-hp. Fai rbanks-
Morse electric motor, operating at 1800 rpm. 
Emergency power is furnished by a 4-cylinder 
Fairbanks-Morse gasoline engine. The 4-in. 
suction pipe enters each well at the top of the 
18-in. casing and extends to near the bottom of 
the well. -
On May 4, 1948, the pumping water level was 
12 1/2 ft. below the top of the well. 
Analysis of a sample (Lab. No. 114,562) col-
Correlated d r i l l e r ' s log of Test Well No. 5 furnished by the State Geological Survey: 
2 - Ashland 
LABORATORY NO. 114,562 
lected May 4, 1948 showed the combined water 
from the 3 wells to have a hardness of 27.5 gr. 
per gal., a residue of 574 ppm., and an iron con-
tent of 1.6 ppm. 
The water is aerated and filtered for iron r e -
moval, and a softening unit is in place but was not 
in service on May 4, 1948. Analysis of a sample 
collected May 4, 1948 showed the treated water 
to have a hardness of 20.6 gr. per gal., a min-
era l content of 561 ppm. and an iron content of 
0.14 ppm. 
Pumpage is estimated to average 60,000 gpd. 
Illinois State Water Survey - Bulletin'No. 40 
The public water supply for the village of 
Ashton (914) was installed in 1915. 
Water is obtained from a well drilled to a 
depth of 545 ft. in 1915 by the W. L. Thorne Co., 
Des Plaines, and located near Middle St. between 
Second and Third St. (or approximately 1950 ft. 
N., and 2200 ft. E. of the S. W. corner of Section 
27, T. 22 N., R. 11 E.). The surface elevation is 
810± ft. The well is cased with 12-in. pipe to 
rock at 180 ft. and the hole is 8 in. in diameter 
below the casing. It was reported to enter sand-
stone at 415 ft. 
The well was originally equipped with a 7 3 /4 -
in. by 24-in. double-acting Keystone Driller Co. 
deep well pump, rated at 275 gpm. with the cyl-
inder placed at a depth of 85 ft. In 1921, it was 
reported that the pump cylinder had been lowered 
to a depth of 240 ft. and was operated with 18-in. 
stroke. In 1938 the pump cylinder was reported 
to be placed at a depth of 144 ft. The State Water 
Survey made a production test on Nov. 27, 1941. 
For this tes t , the pump cylinder was placed at 
about 150 ft. Water levels could not be measured 
during the tes t , but when pumping at 190 gpm., the 
water level was somewhere between 114 and 150 
ft. below the pump base . On Mar. 19, 1942, the 
American Well Works Co. made a production test 
and reported that when pumping at 300 gpm. the 
drawdown was 147 ft. from a non-pumping water 
level of 39 ft. 
Non-pumping water levels have been reported 
in ft. below the floor of the pump house which is 
ASHTON 
Lee County 
Jan. 8, 1948 
at ground level: 
The pump assembly, installed in 1942, consists 
of 200 ft. of 5-in. column pipe; 13-stage, size 8 
MC. American Well Works turbine pump rated at 
250 gpm. against355 ft. of head at 1760rpm.; over-
all length of pump about 6 ft.;, 20 ft. of 5-in. suc-
tion pipe; 200 ft. of 1/4-in. air line; 30-hp. U. S. 
electric motor, No. 287764. 
Analysis of a sample (Lab. No. 113,129) col-
lected Jan. 8, 1948 after 1/2-hr. pumping at 275 
gpm., showed this water to have a hardness of 
24.4 gr. per gal., a residue of 470 ppm., and a 
t race of iron content. 
Pumpage is estimated to average 40,000 gpd. 
The Chicago & Northwestern R. R. Co. Well 
is located about 500 ft. west of the village well 
(or approximately 1950 ft. N. and 1700 ft. E. of 
the S. W. corner of Section 27). 
This well is connected to the village distribu-
tion system. 
LABORATORY NO. 113,129 
2 - Ashton 
Log of Chicago & Northwestern Railroad Well furnished by State Geological Survey: 
Illinois State Water Survey - Bulletin No. 40 
The city of Assumption (1,561) installed a 
public water supply in 1914. 
Attempts to locate a source of supply in or 
near the city were unsuccessful, and all water 
has been obtained from wells located about 3 
miles southeast of the city in the valley of Spring 
Creek, in the western part of Shelby County. 
In 1914, six wells were drilled near Spring 
Creek (approximately 1100 ft. N. and 1400 ft. E. 
of the S. W. corner of Section 18, T. 12 N., R. 
2 E.). The ground surface elevation at this loca-
tion is 639± ft. The Wells were located about 25 
ft. apart in two parallel east-west rows. The 
rows were about 25 ft. apart . 
The wells were 17 ft. deep, and were cased 
with 4-in. iron pipe. Sand and gravel was r e -
ported to have been penetrated between 6 and 17 
ft. A 5-ft. length of s t ra iner , consisting of a pe r -
forated pipe, wrapped with a No. 20 wire screen 
and covered by a thin perforated metal covering, 
was installed. 
The wells were connected to a 3-in. Fair-
banks-Morse centrifugal pump and tested Aug. 
11-13, 1913. The production was reported to be 
at a ra te of 100,000 gpd. for 54-hr. continuous 
pumping. 
Analysis of a sample (Lab. No. 25,886) col-
lected Aug. 13, 1913, showed the water to have a 
hardness of 8.6 gr . per gal., a residue of 196 
ppm., and an iron content of 0.3 ppm. 
In 1914, three more wells were drilled 100 
ft., 150 ft., and 200 ft. southeast of the original 
wells. These wells were 4 in." in diameter. 
Water was pumped from the 9 wells with a 
5 1/2-in. by 8-in. Goulds triplex pump, rated at 
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about 300,000 gpd., and driven by a 6-hp. Inter-
national Harvester Co. gasoline engine. 
All of the original 9 wells were abandoned in 
1917. 
In 1917, three new wells were drilled by the 
city and located about 20 ft. west of the creek, 
and 147, 227, and 300 ft. southeast of the pumping 
station which is located approximately 1/4 mi . 
north and 1/4 mi. east of the S. W. corner of 
Section 18. 
These 3 wells were 10 in. in diameter, and 
18 1/2 ft. deep, and were equipped with b ras s 
screens 8 ft. long in two of the wells and 10 ft. 
long in the other well. The upper ends of the 10-
in. casings were about 2 1/2 ft., below the ground 
surface and were capped. 
The wells were connected to the pump suction 
by 4-in. pipes passing through the caps. In 1917, 
it was reported that the Gould triplex pump was 
available for emergency use, but that most of the 
pumping was by a 7-in. by 8-in. Deming triplex 
pump gear-connected to a 10-hp. General E lec -
tr ic motor. These wells have been abandoned. 
In 1918-19, six additional wells were drilled 
near the other wells by the Illinois Central R.R. 
Some of the wells were 8 in., some were 10 in., 
and one was 12 in. in diameter . The 12-in. well 
and 4 of the other wells were drilled by O. H. 
Steigman, Roberts . < 
In 1928, water was obtained from 6 wells lo-
cated near the older well-group. The wells were 
10-in. diameter and average d 23 3/4 ft. deep. 
Each casing in 3 of the wells was perforated with 
about 1900 holes of 5 / l6- in . diameter , in the a rea 
from 1 to 5 ft. above the bottom of the casing. 
The other 3 casings were slotted at the bottom 
LABORATORY NO. 115,314 
2 - Assumpt ion 
with 3 r o w s of i / 4 by 10- in . s lo t s spaced 2 in . 
a p a r t . Water was pumped f rom the 6 we l l s 
through a c o m m o n 5- in . suc t ion p ipe , by a 7- in . 
by 8- in . Deming t r ip lex p u m p o p e r a t e d a t 40 r p m . 
for about 11 h r . da i ly . 
The w a t e r l eve l v a r i e d only a few in . dur ing a 
day, but dur ing a long d r y spe l l , the l eve l r e c e d e d 
to within about 18 in. above the bo t t om of the sand 
s t r a t u m . T h r e e - i n . d rop p ipes extended to w i t h -
in 8- in . of the bo t tom of the we l l . 
One of the 10-in. w e l l s , the cen te r wel l in the 
wes t row, h a s r e c e n t l y been r e t u r n e d t o s e r v i c e ; 
after being out of s e r v i c e s ince about 1936. In a 
capac i ty t e s t , while the pump in the dug wel l was 
ope ra t i ng , the y ie ld was 50 gpm. The non-pumping 
wate r l eve l was 7 1/2 ft. be low the ground l eve l . 
The wel l is now equipped with a B u r k s j e t pump , 
opera t ing aga in s t a p r e s s u r e of 60 p s i . and d i s -
charg ing 25 gpm. over the coke t r a y a e r a t o r a t 
the t r e a t m e n t p lan t . The pump is connected to a 
3 -hp . Wagner e l e c t r i c m o t o r . 
A dug wel l located at the s i te of the sou thwes t 
wel l of the s i x - w e l l g roup , h a s been the pr inc ipa l 
s o u r c e of public supply s ince about 1936. The 
wel l is 10 ft. in d i a m e t e r , 25 1/3 ft. d e e p , and 
lined with c o n c r e t e , 6 in . th ick . On July 19, 1948, 
the depth was m e a s u r e d 25 ft. below top of c u r b , 
(1 1/2 ft. above ground leve l ) . Water e n t e r s the 
wel l th rough 744 p i p e s , 3 / 4 - i n . d i a m e t e r and 
spaced 6 in . a p a r t . 
Water is pumped by a Worthington s i n g l e -
s t age , cen t r i fuga l pump , No . 888526 o r ig ina l ly 
r a t e d at 250 g p m . aga in s t 274 ft. of head ; and o p -
e r a t e d a t 3510 r p m . ; 3 0 - h p . G e n e r a l E l e c t r i c 
m o t o r , No. 5317075. 
Another pumping unit i s ava i lab le but not used 
b e c a u s e of the p r e s e n t l imi t ed p roduc t ion of the 
we l l . The unit c o n s i s t s of a 3 - in . Type D G r a d -
n e r - D e n v e r cent r i fugal p u m p , r a t e d a t a capac i ty 
of 250 gpm. ; 30 -hp . G e n e r a l E l e c t r i c Motor No. 
5508710. 
The y ie ld of the wel l h a s d e c r e a s e d to about 
125 gpm. , caused by the c o r r o s i o n and clogging 
of many of the 3 / 4 - i n . pipe openings th rough the 
c o n c r e t e wa l l . Some of the p ipes have b e e n 
opened. 
On June 16, 1938, the non-pumping wa te r l eve l 
was 8 ft. be low the top of the wel l cu rb and af ter 
10-min . pumping at 190 gpm. , the drawdown was 
18 in . Ten m i n . after s topping the pump, the w a -
t e r level r e t u r n e d to within 4 in . of the s t a r t i n g 
l eve l . On July 19, 1948, af ter 1 3 - h r . n o n - p u m p -
ing , the w a t e r l eve l was 8 ft. be low the top of the 
curb and after 9 - h r . pumping at 125 gpm. the 
drawdown was 11 ft. 
Ana lys i s of a s ample ( L a b . No. 115,314) c o l -
lec ted July 19, 1948 af ter 7 - h r . pumping at 125 
gpm. showed th i s wa te r to have a h a r d n e s s of 
20.3 g r . p e r ga l . , a r e s i d u e of 412 ppm. , and an 
i r o n content of 0.3 ppm. 
A t r e a t m e n t plant was p laced in s e r v i c e , Apr . 
12, 1947, and is located on the wes t side of U. S. 
Highway No. 5 1 , about 1000 ft. no r th of the south 
ci ty l i m i t s . All wa te r i s a e r a t e d , f i l t e red and 
sof tened. Ana lys i s of a s a m p l e (Lab . No. 115,514) 
co l lec ted July 19, 1948 showed the t r e a t e d wa te r 
to have a h a r d n e s s of 4.3 g r . pe r ga l . , a m i n e r a l 
content of 344 p p m . , and an i r o n content of 0.04 
p p m . 
F r o m July 18, 1947 to July 18, 1948, m e t e r e d 
pumpage a v e r a g e d 85,900 gpd. 
LABORATORY NO. 115,514 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
city of Athens (1062) in 1938. 
In 1936, ten test wells were drilled in an a t -
tempt to locate an adequate source of water for 
the public supply. 
A production test was made by the State Water 
Survey on Test Well No. 1 on May 5, 1936. This 
well was drilled by the Layne North-Central Co. 
in 1936 to a depth of 73 ft. 8 in. and was located 
at the northeast corner of the intersection of 
Washington and Polk St. (or approximately 700 
ft. N. and 1100 ft. E. of the S. W. corner of Sec-
tion 36, T. 18 N., R. 6 W.). The ground surface 
elevation at the well site is 612t ft. MSL. 
The well was cased to a depth of 62 ft. 8 in. 
with 6-in. pipe, and a 10 ft. length of 3-in., 60-
mesh, well-point screen was sealed to the casing 
with a 1-ft. swedge nipple. The well produced 12 
gpm. with a drawdown of 44 ft. 11 in. from a 
non-pumping water level of 17 ft. 7 in. below the 
top of the casing. 
Analysis of a sample (Lab. No. 77943) showed 
the water to have a total hardness of 27.1 g r .per 
gal., a residue of 683 ppm., and an iron content 
of 2.6 ppm. 
A city well was drilled to limestone at a 
depth of 77 ft. at the site of Test Well No. 6which 
was located about 175 ft. north and 125 ft. west of 
Washington and Polk St. (or approximately 915 
ft. N. and 1050 ft. E. of the S. W. corner of Sec-
tion 36). 
The well was of the gravel-walled type, hav-
ing a 26-in. outer casing from the surface to 62 
ft. and a 12-in. inner casing from the surface to 
62, ft. with a 15-ft. length of 12-in. Layne shutter 
screen attached. The screen had 1/8-in. slot 
ATHENS 
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openings. 
The State Water Survey made a production 
test on Nov. 9-10, 1936. At the end of 20-hr. 
pumping, the pump broke suction at 25 gpm. The 
dril ler and engineer made a production test on 
Nov. 18, 1936. It was reported that after 24-hr. 
pumping at 23-25 gpm., the drawdown was 31 ft. 
from a non-pumping water level of 39 ft. 
The State Water Survey made another test Nov. 
30-Dec. 1, 1936. The pump broke suction after 
22-hr. pumping at 25 gpm. 
Analysis of a sample (Lab. No. 79131) col-
lected Dec. 1, 1936 at the end of the test, showed 
the water to have a hardness of 12.8 gr .per gal., 
a residue of 599 ppm., and an iron content of 0.6 
ppm. 
This well is not in use. 
A continuation of previous electrical earth r e -
sistivity surveys was made by the State Geological 
Survey in Jan.-Feb. 1937. Two areas were cov-
ered, one extending from the center of town to 1 
mi . north and 1 mi, west, and the other extending 
from the center of town 2 mi . south and 2 mi . 
west. 
Test Well No. 15 was drilled in the flood plain 
east of the Sangamon River, 2 mi . southwest of 
town (or approximately 2700 ft. S. and 800 ft. E. 
of the N. W. corner of Section 3, T. 17 N., R. 
6 W.). The tes t well was 61 ft. deep below a su r -
face elevation of 505± ft. MSL. datum. 
The well was equipped with a Layne-Shutter 
screen of a rather coarse opening. 
The State Water Survey made a 4-hr . p ro -
duction tes t on Mar. 25, 1937. For test purposes, 
Sample-study and dr i l le r ' s log of Test Well No. 15 furnished by 
the State Geological Survey: 
2 - Athens 
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the well was equipped with a turbine pump with 
the bottom of the suction pipe at a depth of 56 1/2 
ft. and 49 ft. of air line. For the last 2 h r . of the 
test , the well produced 88 gpm. with a drawdown 
of 22 ft. from a non-pumping water level of 
10 2/3 ft. 
The completed city well is located at the site 
of Test Well No. 15 and was drilled by Layne-
Western Co., Chicago, to a depth of 61 ft. The 
well is of the gravel-pack type. A 26-in. outer 
casing extends from the surface to a depth of 50 
ft., and a 12-in. inner casing extends from 15 ft. 
above to 45 ft. below the surface. A 16 ft. 1 in. 
length of Layne shutter screen with 15 ft. ex -
posed to the aquifer extends to a depth of 61 ft. 
A production test was made by the State Wa-
ter Survey on May 16, 1938. The pump broke 
suction after 2 1/2-hr. pumping at 67 gpm. After 
2 1/2-hr. pumping at a rate of 56 gpm., the d r aw-
down was 36 1/2 ft. from a non-pumping water 
level of 12 ft. below the top of the outer casing. 
The well was not fully developed at the t ime. 
Another test was made May 23-24, 1938. After 
24-hr. pumping at 185 gpm. the drawdown was 
35 1/2 ft. from a non-pumping level of 8 ft. below 
the top of the outer casing. On Feb. 18, 1948, the 
non-pumping water level was 12 ft. below ground 
level. 
The pumping equipment consists of 65 ft. of 
5-in. column pipe; 10-in., 5-stage Layne turbine 
pump, rated at 165 gpm.; overall length of pump 
is 3 ft. 11 in.; no air line and no suction pipe; 
20-hp. e lectr ic motor . 
Analysis of a sample (Lab. No. 113,545) col-
lected Feb. 18, 1948 showed the water to have a 
hardness of 19.5 gr. per gal., a residue of 390 
ppm., and an iron content of 8.7 ppm. 
All water is aerated, filtered and chlorinated. 
Analysis of a sample (Lab. No. 113,544) showed 
the treated water to have a hardness of 18.5 gr. 
per gal. , a mineral content of 376 ppm., and an 
iron content of 0.16 ppm. 
Well No. 2 was completed in June, 1949, to a 
depth of 57.5 ft. by Layne-We stern Co. and located 
70 ft. southeast of Well No. 1. A 26-in. outer 
casing was set from 2 ft. above to 48 ft. below 
ground level and a 12-in. inner casing extended 
from 3 ft. 1 in. above to 48 ft. below ground level. 
A 12-in. Layne No. 6 shutter screen, having 9 ft. 
of slot openings, was set with the bottom at 57.5 
ft. below ground level. The top of the plug in the 
screen was 56.7 ft. 
A production test was made by the State Water 
Survey on June 9, 1949, using temporary equip-
ment consisting of an engine-driven Layne t u r -
bine pump with the bottom of the suction at 55.5 
ft. below the top of the 12-in. casing. Before any 
pumping, the water level was 16.5 ft. below the 
top of the 12-in. casing. The pumping rate was 
started at 51 gpm. and over a 6 1/2 hr . period, 
gradually increased to 125 gpm. The drawdown 
at the end of the period was 27.9 ft. Pumping was 
continued in Well No. 2 and pumping was started in 
Well No. 1. After 3 min. the additional drawdown 
in Well No. 2 was 5.1 ft. Thirty min. after stop-
ping both pumps the water level in Well No. 2 
was 23.2 ft. 
Analysis of a sample (Lab. No. 118,446) col-
lected June 9, 1949, after 6-hr. pumping at 100 
gpm., showed this water to have a hardness of 
23.0 gr. per gal., a residue of 448 ppm. and an 
iron content of 16.4 ppm. 
Pumpage in 1948 was estimated to average 
35,000 gpd. 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
village of Atkinson (719) in 1915. 
Water is obtained from a well drilled in 1915 
to a depth of 1123 ft. by the Cambridge Driller Co. 
The well is located on East Exchange St. (or ap -
proximately 1100 ft. S.and 500 ft. W. of the N. E. 
corner of Section 34, T. 17 N., R. 4 E.). The e l e -
vation of the top of the well is 640± ft., and the 
AtkinsonNews of Dec. 9, 1915 stated that the well 
was mostly in limestone with about 100 ft. in 
shale. The contract specified a 12-in. casing to 
be set at a depth of 100 ft.; and that the bottom of 
the 12-in. casing should be drivenfirmly into rock; 
that an 8-in. hole be drilled in rock until a good 
supply of water was obtained. 
The well was equipped with a Keystone Dr i l -
ler Co. No. 33, double-geared, double-acting deep 
well pump with the 7 3/4-in. by 7-ft. b rass cyl-
inder attached to 8-in. column pipe and set at 
100 ft. There was no suction pipe. 
It was reported in the Atkinson News that, 
during a 6-hr. test , the well produced 200 gpm. as 
specified in the contract. It was then cased through 
shale, with 3/4-in. holes drilled in several lengths 
of the casing, and the production was 100 gpm. 
The decrease was attributed in part to the closing 
of the 3/4-in. holes when the casing was lowered. 
After several days of testing, the flow increased to 
230 gpm. 
In 1920, the water was noted to have a tempera-
ture of 58°F . , ahardness of 13.9 gr . per gal., and 
a total mineral content of 1513 ppm. 
In 1922, the non-pumping water level was r e -
ported to be 38 ft. below the top of the well. In 
1924, a sample was found to have a hardness of 
ATKINSON 
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5.2 gr. per gal., a total mineral content of 624 
ppm., and an odor of hydrogen sulfide. 
The following pump assembly is in service: 
170 ft. of 5-in. column pipe; 8-in., 13-stage Am-
erican Well Works turbine pump, No. 70705, ra-
ted at 200 gpm. against 250 ft. of head at 1760 
rpm.; the overall length of the pump is 8 ft.; 10 
ft. of 5-in. suction; 20-hp. U . S . electric motor, 
No. 411831. 
In July 1945, the pump broke suction after 15 
min. of pumping. The column pipe at the time 
was 140 ft. long. The non-pumping water level 
on July 10, 1945 was 72 ft. below the top of the 
well, and the breaking of suction indicated a 
drawdown of at least 68 ft. when pumping at a 
ra te of 200 gpm. for 15 min. The column was ex-
tended from 140 to 170 ft. The non-pumping wa-
ter level is 70 ft. below ground surface. Pumpage 
is estimated to be 50,000 gpd. 
Analysis of a sample (Lab. No. 108,417), col-
lected Nov. 21, 1946 after 30-min. pumping at 
200 gpm., showed this water to have aha rdnes s 
of 5.4 gr. per gal., a residue of 512 ppm., and an 
iron content of 0.2 ppm. This water is similar 
in character to that obtained in 1924 and also in 
samples collected in 1938 and in 1945. 
The water is not treated. 
The Midland Electric Coal Corporation has a 
well, No. 2, drilled in 1931 to a depth of 1257 ft. 
below a ground surface elevation of 637± ft. The 
well is located about 1 1/2 miles east of Atkinson, 
(approximately 2600 ft. S. and 920 ft. E. of the 
N. W. corner Sec. 36). 
In Nov. 1946, a new pump assembly was in-
LABORATORY NO. 44,166 
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stalled. The pump was set at 280 ft., and the suc-
tion pipe was 20 ft. long. An air line was installed 
with the bottom at 280 ft. The water level was 118 
ft. below the ground surface; and when pumping at 
475 gpm., the water was lowered below the air 
line, but the pump did not break suction. 
Samples collected in 1931 and 1943 showed this 
water to be of similar character to that obtained 
from the city well in 1920. (Lab. No. 44166). The 
1943 samples had a temperature of 59° F. and the 
odor of hydrogen sulfide indicated the presence of 
a small amount of water from a source other than 
the St. Peter sandstone. 
Sample-study log of the Midland Electric Coal Corporation Well 
furnished by the State Geological Survey: 
Illinois State Water Survey - Bulletin No. 40 
The city of Atlanta (1290) installed a public 
water supply in 1891. 
The first well was drilled in 1891 and was lo-
cated on the pump station lot on Second St. be -
tween Temple and Fair St. (or approximately 2450 
ft. S. and 2150 ft. E. of the N. W. corner of Section 
20, T. 21 N., R. 1 W.). The ground surface eleva-
tion is 725± ft. No information is available on this 
well, which was abandoned. 
A second well was drilled in 1893 and subse-
quently two additional wells were drilled, the last 
one in 1913. All wells were located on the pump 
station lot and the last two wells were each 151 
ft. deep and 8 and 10 in. in diameter , respect ive-
ly. 
The non-pumping water level in both wells 
was reported to be about 100 ft. in 1913. The 8-
in. well was abandoned in 1922 and in 1924 the wa-
ter level was 105 ft. below the ground surface. The 
well is capped with concrete. 
The 10-in. well, formerly called Well No. 2, 
was drilled in 1913 by the Ohio Drilling Co . ,Mas-
sillon, Ohio, and was located 10 ft. east of the 
original well. This well was 151 ft. deep and 10 
in. in diameter with an 8-in. inner casing. 
Between 1922 and 1930, this well was used as 
an emergency supply only. In 1930, the well was 
put back into service and equipped with a 7 3 /4 -
in.by 18-in. Cook double-stroke deep-well pump. 
ATLANTA 
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In 1937, this well produced 14,000 gpd. 
The well has not been in service for a number 
of years . The Cook pump is in place but has no 
power connection. 
Analysis of a sample (Lab. No. 82571) col-
lected Dec. 6, 1937, showed the water to have a 
hardness of 22.5 gr. per gal., a residue of 451 
ppm., and an iron content of 6.2 ppm. 
In 1922, pumping equipment was installed in 
a mine shaft which had been abandoned in 1880, 
at a depth of 160 ft. This shaft was located 200 ft. 
north and 200 ft. east of the pumping station and 
water was furnished for the entire village supply 
until 1930, when the water became contaminated 
and this source was abandoned. 
Analysis of a sample (Lab. No. 51791) col-
lected July 9, 1924, showed the water to have a 
hardness of 26.1 gr. per gal., a residue of 530 
ppm., and an iron content of 2.2 ppm. 
A 6-in. test well was drilled about 1930, and 
located about 175 ft. north of the pump station. 
Well No. 1 was drilled about 1930 by E. N. 
Johnson, Bloomington, and located in the pump 
house. This well was 10 in. in diameter, 191 ft. 
deep, with a 14-ft. length of Johnson screen. 
The non-pumping water level, when the well 
was completed, was reported to be 106 ft. below 
Correlated d r i l l e r ' s log of Well No. 2 furnished by the State Geological Survey: 
2 - Atlanta 
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the ground surface. On June 30, 1944, when the 
Cook plunger pump was out, the water level was 
107 ft. below the pump base. 
The pump installation, made on Feb. 15, 1947, 
consists of 140 ft. of 5-in. column pipe; 8-in., 
10-stage Aurora Pump Co., turbine pump, No. 
30776, having a rated capacity of 150 gpm. against 
255 ft. of head; 140 ft. of 1/4-in. gi. air line; 15-
hp. U . S . electric motor. 
After the Aurora pump was installed, con-
siderable sand was pumped from the well. On 
Sept. 17, 1948 the non-pumping water level was 
81 ft. below the pump base . 
Analysis of a sample (Lab. No. 82572) col-
lected Dec. 8, 1937, showed the water to have a 
hardness of 25.6 gr. per gal., a residue of 511 
ppm., and an iron content of 1.0 ppm. 
Well No. 1 is the sole source of supply. 
Well No. 2, and fourth well drilled for the vi l-
lage, was drilled in 1946 to a depth of 147 ft. by 
WoollenBros., Wapella, andis located on the west 
side of Church St., between Vine St. and Elm St., 
(or approximately 2100 ft. S. and 1650 ft. W. of the 
N . E . corner of Section 20). The ground elevation 
at the well-site is 720± ft. 
This well is cased with 10-in. pipe to a depth 
of 135 ft. 
When completed, it was reported that after 
3-hr. pumping at.a rate of 50 gpm., there was no 
appreciable drawdown below the non-pumping wa-
ter level of 104 ft. On Sept. 17, 1948, after 18-
minute pumping at an estimated rate of 200± gpm., 
the drawdown was 24 ft. from a non-pumping water 
level of 110 ft. below the pump base (1 ft. above 
ground level). 
The well has not been put in service as yet. 
The pump installation, made in Oct. 1947, in-
cludes 140 ft. of 5-in. column pipe; 8-in., 10-stage 
Aurora Pump Co. turbine pump, No. 33740, having 
a rated capacity of 150 gpm. against 255 ft. of head; 
140 ft. of 1/4-in. gi. air line; 5-in. s trainer; 15-
hp. U. S. electric motor. 
Analysis of a sample (Lab. No. 115,838) col-
lected Sept. 17, 1948 after 18-minute pumping, 
showed the water to have a hardness of 22.9 gr. 
per gal., a residue of 455 ppm., and an iron con-
tent of 5.0 ppm. 
Pumpage is estimated to average 50,000 gpd. 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
village of Atwood (707) in 1935. 
Water is obtained from a well drilled to a depth 
of 97 ft. by John Bolliger and Sons, Fairbury, and 
located 2350 ft. S. and 200 ft. E. of the N. W. cor -
ner of Section 31, T. 16 N., R. 7 E . The ground 
surface elevation is 672± ft. 
The well was gravel-packed. A 24-in. outer 
casing extended from the surface to 81 ft. 4 in. 
and a 12-in. inner casing extended from the su r -
face to 81 ft. 3 3/4 in. Below the inner casing 
was set 17 ft. 1 3/4 in. of Cook screen having No. 
187 slot openings. 
When the well was completed, a brief produc-
tion test was made by the State Water Survey. 
The static water level was 11 1/2 ft. below the 
ground surface. When pumping at 132 gpm., the 
drawdown was 23 ft. and when pumping at 190 
ATWOOD 
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gpm., the drawdown was 32 1/2 ft. The pumping 
rate could not be continued at a higher speed or 
an extended period. 
The well is equipped with 85 ft. of 6-in. col-
umn pipe; 7-in., 12-stage Fairbanks-Morse Pr ice 
turbine pump, No. 23038, rated at 140 gpm. 
against 125 ft. of head at 1720 rpm.; defective 
air line; 20-hp. Fairbanks-Morse Electric motor, 
No. 308501. 
In June, 1938, the pump was operated twice 
weekly for a. period of two hours each time of 
pumping. 
Analysis of a sample (Lab. No. 115,101) col-
lected June 25, 1948 after 18-minutes pumping 
showed this water to have a hardness of 24.5 gr. 
per gal., a residue of 514 ppm., and an iron con-
tent of 2.6 ppm. 
Correlated d r i l l e r ' s log of Well No. 1 furnished by the State Geological Survey: 
LABORATORY NO. 115,101 
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The water is aerated, filtered and softened. 
Analysis of a sample (Lab. No. 115,180) col-
lected June 25, 1948 showed the treated water to 
have a hardness of 5.6 gr. per gal., a mineral con-
tent of 475 gpm.,and an iron content of 0.15 ppm. 
Pumpage is estimated to average 26,700 gpd. 
I l l inois S ta te Water Survey - Bul le t in No. 40 
A public w a t e r supply was o r ig ina l ly ins ta l l ed 
by the c i ty of A u r o r a (47,170) in 1886. 
Water was obta ined f rom a wel l and f i l ter g a l -
l e r y excava ted in a g rave l f o r m a t i o n located on an 
i s land i n F o x R i v e r app rox ima te ly 2100 ft. no r th of 
the nor th c i ty l i m i t s . Th i s was the s o u r c e of the 
supply unt i l sands tone we l l s w e r e d r i l l ed a t the 
old pumping s t a t i on on the e a s t bank of the r i v e r 
opposi te the we l l . 
Two of t h e s e wel l s , No. 1 and No. 2, w e r e 
d r i l l e d by the A m e r i c a n Well Works Co . in 1892 
and 1893 and loca ted about 310 ft. a p a r t . R e c o r d s 
of t he i r cons t ruc t ion a r e not ava i l ab l e . In 1898, 
Well No . 1, the south we l l , was deepened f r o m a 
depth of 1381 ft. fo 2235 ft. by J. P. Mi l l e r A r t e -
s i an Well C o . , Brookf ie ld , and finished as a 6 - in . 
hole a t the b o t t o m . 
Wells No. 3 and 4 w e r e d r i l l ed by the J. P. 
Mi l le r A r t e s i a n Well Co . Well No. 3 was d r i l l ed 
in 1893 to a depth of 2274 ft. and located about 175 
ft. no r thwes t of Well No. 1 n e a r p r e s e n t Well No. 
11. It was d r i l l ed 8 in . in d i a m e t e r to a depth of 
610 ft. and 6 in. in d i a m e t e r below that depth . 
Well No. 4 was d r i l l ed to a depth of 2445 ft. 
in 1895, and loca ted about 90 ft. southwest of Well 
No. 1. Th i s wel l was cased with 10- in . pipe to a 
depth of 76 ft. below which the hole was 8- in . 
d i a m e t e r to 1700 ft. and 6 in . f r o m 1700 ft. to the 
b o t t o m . The wel l w a s back - f i l l ed below a depth 
of 2250 ft. 
I t i s r e p o r t e d that a l l we l l s in th i s o r i g ina l 
g roup flowed in 1894, and that the combined flow 
was suff icient to m e e t the w a t e r demands of the 
ci ty a t tha t t i m e . 
When Wells 1, 2, 3, and 4 w e r e t e s t e d in 
1910 under s i m u l t a n e o u s ope ra t ion with a i r lift 
equ ipmen t , the product ion was 550, 350, 500 and 
400 g p m . , r e s p e c t i v e l y . They supplied an a v e r a g e 
demand of 1.96 mgd . dur ing the y e a r of 1910. 
Well No. 5 was d r i l l ed in 1911 to a depth of 
2250 ft. by T i m m e s and Beckwith , and located at 
the pumping s ta t ion 100 ft. south and 200 ft. e a s t 
of Well No. 1 a p p r o x i m a t e l y 625 ft. S. and 2300 
ft. W. of the N. E. c o r n e r of Sec t ion 15, T. 38 N . , 
R. 8 E. The d i a m e t e r was r e p o r t e d to be 18 in . 
at the top and 8 in . at the bo t tom. The e levat ion 
at the top of the cas ing is 646.23 ft. No r e c o r d 
of i t s o r ig ina l p roduct ive capac i ty i s ava i l ab l e . 
All five we l l s w e r e equipped with a i r l i f t s . 
In Oct . 1911, the a i r l ines for the four older we l l s 
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w e r e about 250 ft. long and w e r e 2 in . in d i a m e t e r 
and 2 1/2 in . for the fifth we l l . The combined 
p roduc t ion of t he se we l l s in a t e s t m a d e in 1916 
was 1200 gpm. R e p a i r s w e r e made of the e q u i p -
m e n t of the o lde r w e l l s , and t he i r p roduc t ion was 
i n c r e a s e d . On Oct . 25 , 1924, a l l a i r l i nes had 
b e e n extended to 300 ft. and the combined p r o d u c -
t ion was r e p o r t e d to be 1700 gpm. At that t i m e , 
the product ion f r o m Well No. 5 was equal to the 
combined p roduc t ion of the four o lder w e l l s . The 
a i r lift equ ipment was r e m o v e d f r o m these w e l l s 
in 1928. The four o r ig ina l we l l s w e r e abandoned 
and plugged. 
Well No. 5 was out of s e r v i c e unt i l about 1940 
when i t w a s equipped with a 12- in . A u r o r a P u m p 
C o . t u rb ine pump having 340 ft. of 8- in . co lumn 
pipe and a 75 -hp . West inghouse e l e c t r i c m o t o r . 
Dur ing 1941 and 1942, the wel l p roduced at a r a t e 
of 724 to 577 gpm. , pumping to the r e s e r v o i r . In 
Dec . 1942, when pumping at a r a t e of 600 gpm. , the 
w a t e r level was about 320 ft. be low the pump b a s e . 
On May 1-3, 1944, some g r a p h s w e r e p r e p a r e d 
to show the influence of the pumping in Wel ls No. 
11 , 12, and 12a on the w a t e r l eve l s of Well No. 5. 
When pumping in Well 12a only, l i t t le i n t e r f e r e n c e 
was r e f l ec t ed in Well No. 5. When pumping in 
Well 12, the added drawdown in Well No. 5 was 
about 25 ft. and when pumping in Wel ls 11 , 12, 
and 12a, t h e r e was a fur ther drawdown of 9 ft. 
In July 1947, the a v e r a g e non-pumping w a t e r l eve l 
was 172 ft. and when pumping at 575 gpm. , the 
a v e r a g e leve l w a s 325 ft. be low the pump b a s e . 
Ana lys i s of a s a m p l e of wa te r co l l ec ted F e b . 
2, 1943, a f te r 9 - h r . pumping at 600 gpm. , showed 
th i s wa te r to have a h a r d n e s s of 17.7 g r . pe r ga l . , 
a m i n e r a l content of 562 ppm. , and an i r o n content 
of 0.1 ppm. 
The rap id growth of the c i ty and the heavy 
consumpt ion dur ing the s u m m e r mon ths of 1914 
n e c e s s i t a t e d an i n c r e a s e d supply . A s y s t e m of 
i so l a t ed deep wel l s o f l a r g e r d i a m e t e r s w e r e 
adopted . The f i r s t of t he se w e l l s , ca l led No. 6, 
was d r i l l ed a t the sou theas t c o r n e r of T a l m a and 
Binder St . ( approx ima te ly 180 ft. N. and 2540 ft. W. 
of the S . E . c o r n e r of Sect ion 27, T. 38 N. , R. 8 E . ) . 
Th i s wel l w a s d r i l l ed in 1915 to a depth of 2185 
ft. by S. B. Ge ige r , C h i c a g o . The d i a m e t e r a t the 
top was 18 in. and at the bo t tom 15 in . I t was r e -
por ted c a s e d to a depth of 400 ft. The e leva t ion at 
the top of the cas ing is 662.12 ft. 
After the comple t ion of the we l l , i t was e q u i p -
ped with a t u rb ine pump set at a depth of 325 ft. 
with 40 ft. of 9 - in . suct ion pipe a t t ached . A p r o -
duct ion of 750 gpm. was r e p o r t e d in 1916, but the 
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well was not used extensively and furnished a total 
of only 10.6 mg. for that year . In 1923, when 
pumping at 600 to 650 gpm., the drawdown was 
220 ft. from a non,-pumping water level of 50 ft. 
below the pump base. Daily operating periods of 
8 to 9 h r . a t average production ra tes of 650 gpm. 
were reported in Sept. 1925 and Nov. 1930. In 
July 1947, when pumping at 500 gpm., the draw-
down was 203 ft. from a non-pumping water level 
of 70 ft. below the pump base . 
The existing pump installation includes 350 ft. 
of 8-in. column pipe; 12-in. Aurora Pump Co. 
turbine pump; 75-hp. U. S. electric motor. 
Water from this well in 1930 and in 1933 was 
found to have a chloride content of 32 and 30 ppm. 
and a hardness of 12.7 gr . per gal. A sample 
collected Feb. 1, 1943 after 9-hr. pumping at 360 
gpm. showed this water to have a hardness of 27.6 
gr. per gal., a mineral content of 652 ppm., and 
an iron content of 0.3 ppm. This quality appears 
to be largely typical of water from the Silurian 
system in this vicinity. 
The River St. Well, called No. 7 was drilled in 
1915 to a depth of 2262 ft. by S. B. Geiger and lo -
cated about 40 ft. west of River St. and 135 ft. 
north of the Elgin, Joliet, & Eastern R. R. (approx-
imately 2650 ft. N. and 2530 ft. W. of the S. E. 
corner of Section 28). The elevation at the top of 
the casing is 619.02 ft. This well had a diameter 
of 18 in. at the top and 15 in. at the bottom. It 
was cased from the surface to a depth of 300 ft. 
or through the shale. The well had an estimated 
flow of 150 gpm. at 2 ft. above the surface when 
drilled. Upon completion, it was equipped with a 
turbine pump set at a depth of 250 ft. and the d i s -
charge was 900 to 1000 gpm. The metered record 
of water pumped from the well in 1916 showed an 
average pumpage of 664,573 gpd. 
On Oct. 25, 1924, the non-pumping water level 
was 50 ft. below the pump base and in Nov. 1930, 
pumping periods were 7 hr . daily at a rate of 
1000 gpm. The well was reported in use about 6 
hr . daily in Sept. 1938. 
A production of 1200 gpm. was obtained from 
the well in Jan. 1941 which declined to about 800 
gpm. in Dec. 1942. On Oct. 31, 1944, the water 
was found to have a chloride content of 21 ppm., 
a hardness of 400 ppm., a mineral content of 596 
ppm., and a temperature of 53° F. indicating that 
practically all of the water was of origin in the 
Silurian formation. 
The well was repaired in Nov. 1944. Bridges 
found in the well at depths of 700 and 1200 ft. 
and filling below 1700 ft. were removed, and the 
well was cleaned out to a depth of 2221 ft. Four-
teen-in. casing was installed from the surface to 
a depth of 291 ft., and the annular space was ce-
ment grouted. Twelve-in. l iners were placed be -
tween depths of 721 and 1198 ft. and between 1395 
and 1895 ft. 
The following pump was re-installed about 
June 1945: 270 ft. of 10-in. column pipe; 12-in., 
10-stage Aurora Pump Co. turbine pump having a 
rated capacity of 500 gpm. against 430 ft. of head; 
the overall length of the pump is 10 ft. 4 in.; 20 
ft. of 10-in. suction pipe; 270 ft. of air line; 150-
hp. General Electr ic motor. A production test 
was reported on June 4 and 5, 1945. When pump-
ing a* 400 gpm., the drawdown was 145 ft. from a 
non-pumping water level of 75 ft. below the pump 
base . A chloride content of 160 ppm., and an 
iron content of 1.6ppm., and a temperature of 64° 
F. was recorded on June 6, 1945. In July 1947, 
the non-pumping water level was 90 ft. below and 
when pumping at 500 gpm., the level was 245 ft. 
Analysis of a sample (Lab. No. 108,029) col-
lected Oct. 19, 1946 shows this water to have a 
hardness of 19.2 gr .per gal., a total mineral con-
tent of 885 ppm., and an iron content of 1.2 ppm. 
The high chloride content indicates that much of 
LABORATORY NO. 108,029 
the water is being obtained from the bottom of the 
hole. 
The Stolps Island Well, called No. 8, was 
drilled in 1916 to a depth of 2280 ft. by S. B. 
Geiger and located about 225 ft. South of Fox St. 
and 100 ft. East of Stolp Island Ave. (approxi-
mately 1730 ft. N. and 1300 ft. E. of the S. W. 
corner of Section 22). -The elevation of the top 
of the casing is 627.92 ft. The well is 18 in. in 
diameter at the top, 15 in. at the bottom, and was 
cased to a depth of about 400 ft. The well flowed 
when drilled. On Oct. 25, 1924, the standing wa-
ter level was 60 ft. below the top of the casing. 
The turbine pump was set at 200 ft. with 30 ft. 
of suction pipe attached. At that t ime, the pump 
discharge was throttled to about 980 gpm. and 
the pumping water level remained constant. In 
Sept. 1938, the well was used about 4 hr . daily. 
The existing pump installation consists of 300 
ft. of 10-in. column pipe; 14-in., 12-stage Aurora 
Pump Co. turbine having a rated capacity of 950 
gpm. against 500 ft. of head; the overall length of 
the pump is 12 ft. 1 in.; 20 ft. of 10-in. suction 
pipe; 300 ft. of air line; 150-hp. General Electric 
motor. 
A quality source test (Lab. Nos. 95952-95959) 
made on Apr. 27, 1943 after a 17-hr. idle period 
showed the following tabulated water quality while 
pumping at a ra te of about 850 gpm.: 
LABORATORY NOS. 95,952 - 95,959 
The mineral content and temperature changes 
indicate that after 45-minute pumping practically 
all of the water produced by this well is from the 
Mt. Simon sandstone from a depth of about 2100 
ft. Naturally this specified depth is result of a 
blend of waters from about 1800 to 2280 foot 
depths. 
The pump discharges to the mains at an av-
erage rate of about 1000 gpm. Non-pumping wa-
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ter levels have been reported as : 106 ft. from 
Sept. 1942 to Jan. 1943; 112 ft. on Oct. 24, 1944, 
Oct. 30, 1945, and Feb. 5, 1946. 
Well No. 9 was drilled in 1923 to a depth of 
2285 ft. by S. B. Geiger and located about 160 ft. 
west of Wood St. and 440 ft. north of Solfisburg 
Ave. (approximately 500 ft. S. and 1300 ft. E. of the 
N. W. corner of Section 23). The elevation at the 
top of the casing is 662.73 ft. The well is 18 in. 
in diameter at the top, 15 in. at the bottom, and is 
cased to a depth of 325 ft. A liner was reported 
placed between depths of 795 and 865 ft. 
A production test was made upon completion 
of the well in 1923. While pumping at 1400 gpm. 
to free discharge at ground level, the water level 
was 167 ft. below the surface. At that t ime, the 
turbine pump was set at 220 ft. with 40 ft. of suc-
tion pipe attached. The pump had been placed 
first at a depth of 300 ft. and the discharge was 
1500 gpm. On Oct. 25, 1924, the non-pumping wa-
ter level was 50 ft. below the surface. In 1930, 
daily pumping periods were 8 hr . and the d i s -
charge rate was 1000 gpm. By 1942, production 
declined. 
F rom Dec. 28, 1942 to May 19, 1943, the well 
was repaired under a contract with the Layne-
Western Co., Chicago. The Mt. Simon sandstone 
was " s h o t " at depths of 2185, 2135, 2085, 2035, 
1984, 1935, 1885, and 1833 ft. The well was 
cleaned out and bottom sounded at depth 2220 ft. 
New 16-in. steel casing was installed from the 
surface to a depth of 350 ft. 4 in., and the annu-
lar space between it and the old 18-in. casing 
was cement grouted to a depth of 150 ft. A new 
10-in. id. steel liner was placed to a depth of 
1755 ft. and suspended by a connection with the 
16-in. casing. Various portions of the liner were 
slotted to provide inlets from the water-bearing 
formations of the St. Peter sandstone, Trempea-
leau limestone crevices, and the Galesville sand-
stone. 
A production test was made May 24-26, 1943 
by the State Water Survey. The standing water 
level before the test was 145 ft. below the top of 
the casing. After 12-hr. pumping at a uniform 
rate of about 900 gpm., apparent equilibrium was 
attained with a drawdown of 81 ft. Pumping was 
continued for another 16 hr . at about the same 
rate and then increased to about 1300 gpm. for 5 
h r . The rate of pumping was then increased to 
1400-1425 gpm. and after 12-hr. pumping at this 
r a te , the total drawdown was 143 ft. After a 5-
hr . shutdown period, the water level was 130 3/4 
ft. below the top of casing and after 16 h r . , i t was 
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124 1/2 ft., or 20 1/2 ft. above the former non-
pumping level 
A water level recorder was installed by the 
State Water Survey from July 20, 1943 to Nov. 
23, 1943. Water levels below the top of casing 
were: 116 1/2 ft. on July 20; 119 ft. on Aug. 14, 
and Sept. 3; 118 ft. on Oct. 30. 
The existing pump installation, made in Dec. 
1943, consists of 248 ft. of 10-in. column pipe; 
14-in., 12-stage Aurora Pump Co. turbine pump 
having a rated capacity of 950 gpm. against 400 ft. 
of head at 1150 rpm.; the overall length of the pump 
is 12 ft. 1 in.; 20 ft. of 10-in. suction pipe; 248 
ft. of 1/4-in. air line; 200-hp. General Electric 
motor. On Dec. 20, 1943, after 30-minute pump-
ing at 1120 gpm., the drawdown was 115 ft. from 
a non-pumping water level of 118 ft. below the 
pump base. On the following day after 3 1/2-hr. 
pumping at 1120 gpm., the drawdown was 111 ft. 
from a non-pumping water level of 122 ft. below 
the pump base. 
On Aug. 19, 1947, this well contributed 876,750 
gal. 
A quality-source test (Lab. Nos. 99427-99434) 
was conducted on Mar. 7, 1944 after a 154-hr. 
idle period. 
The temperature and high chloride content in-
dicates that a considerable proportion of the water 
obtained from this well is of Mt. Simon origin. 
The chlorides in 1930 were 222 ppm., in 1933 were 
235 ppm., and in 1943 were 370 ppm. 
An iron removal plant is under construction 
near the site of the well about 100 ft. E. of Wood 
St. 
Well No. 10 was drilled in 1924 in the north-
west part of the city at southeast corner of Rus-
sell and West Park Ave. (approximately 800 ft. 
S. and 2300 ft. W. of the N. E. corner of Section 
21). The elevation at the top of the casing is 
673.23 ft. This well was drilled to a depth of 
2299 ft. by S. B. Geiger and cased with 18-in. 
pipe to a depth of 400 ft. with a 17-in. uncased 
hole to 935 ft. where 106 ft. of 16-in. liner was 
set. Below the liner, the hole was finished 16-in. 
diameter to the bottom. 
The well was equipped for pumping in 1925 
and produced 1200 gpm. Some sand was d i s -
charged with the water which clogged service 
connections and meters on the mains near the 
station, and the well was reported out of service 
in Sept. 1925. After the completion of a r e s e r -
voir constructed with baffles late in 1925, pump-
ing was resumed discharging to the reservoir . 
F rom 1941 to 1946, the well produced at av-
erage ra tes of 1200 to 1000 gpm. discharging into 
the surface reservoir . Non-pumping water levels 
below the pump base were reported as shown in 
Table 1. * 
TABLE 1 
The pump installation was overhauled from 
June to Aug. 1947 and reinstalled: 272 ft. of 10-
in. column pipe; 17-in., 9-stage American Well 
Works turbine; 200-hp. Westinghouse electric 
motor. 
Well No. 11 was drilled in 1928 to a depth of 
2250 ft. by S. B. Geiger and located at the Auro-
ra Ave. pumping station about 2200 ft. north of 
the north city limits and 325 ft. W.of Aurora Ave. 
(approximately 450 ft. S. and 2600 ft. W. of theN. 
E. corner of Section 15). The elevation at the top 
of the casing is 635.0 ft. 
The well was cased with 18-in. od. pipe from 
the surface to a depth of 405 ft. 
The standing water level in 1929 was 80 ft. 
below the pump base, and in 1938, it was 130 ft. 
A production of 900 gpm. when discharging to the 
surface reservoir was reported in Sept. 1938. At 
that t ime, the pump was operated 14 hr . daily. 
A decrease in the productive capacity of the 
well occurred in the summer of 1941. The well 
was rehabilitated during the following winter. 
Caving conditions and bridging were found in the 
well starting at a depth of about 1350 ft. and ex-
tending to 1687 ft. The Mt. Simon sandstone was 
" s h o t " at depths of 2159, 2077, 2030, 1950, 1894, 
1848, and 1800 ft. The well was cleaned out to a 
depth of 2253 ft. and a 12 3/4-in. od. slotted liner 
was installed between depths of 1370 and 1770 ft. 
Following the rehabilitation work, a produc-
tion test was made by the State Water Survey 
Feb. 28-Mar. 2, 1942. Before the tes t , the stand-
ing water level was 132 1/2 ft. below the pump 
base, and the pumps at wells No. 5 and No. 12a 
were in operation. After 24-hr. pumping at a uni-
formly declining rate from 1000 to 950 gpm., the 
drawdown was 99 ft. The pumping rate was then 
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increased to 1300 gpm. and continued for 24 h r . 
at this ra te . The total drawdown was 132 ft. and 
the pumps in Wells No. 5 and No. 12a had been 
operating throughout the test period. After an 
additional 5-hr. pumping at an increased rate to 
1440 gpm. the total drawdown was 157 ft. The 
pumps at Wells No. 5, 12, and 12a were all in op-
eration, during the 5-hr. period. All pumps were 
then shut down except in Well No. 11 and after 
1 1/2-hr. at an average rate of 1450 gpm., the 
drawdown was 139 ft. or a r i se in the pumping 
level of 18 ft. after the other wells were shut 
down 
The well was again placed in active service 
in Apr. 1942, and the pumpage records for the 
balance of the year show average production ra tes 
of 1450 to 1500 gpm. Water levels, in ft. below 
the pump base , a re shown in Table 2. 
TABLE 2 
The existing pump installation includes 320 
ft. of 10-in. column pipe; 17-in. American Well 
Works, turbine pump; 200-hp. Westinghouse e lec -
t r ic motor. 
This well is in daily service, and in 1946, the 
metered pumpage from Well No. 11 averaged 
760,000 gpd. 
Analysis of a sample (Lab. No. 92,485), col-
lected Mar. 2, 1942 after 51-hr. pumping at 1400 
LABORATORY NO. 95,186 
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g p m . , showed th i s wa te r to have a h a r d n e s s of 
18.8 g r . p e r ga l . , a t o t a l m i n e r a l content of 534 
p p m . , and an i r o n content of 0.6 p p m . The t e m -
p e r a t u r e w a s 61.4° F . , and the ch lor ide content 
was 136 p p m . 
In 1930, the w a t e r w a s found to have a ch lo r ide 
content of 235 p p m . , in 1933, 200 p p m . , and a 
s amp le (Lab . No. 95,186) co l l ec ted in F e b . 1943 
was found to have a h a r d n e s s of 21.2 g r . pe r g a l . , 
a m i n e r a l content of 828 ppm. , and an i r o n c o n -
tent of 0.6 p p m . 
Well No. 12 was d r i l l ed in 1929 to a depth of 
2253 ft. by Wm. H. C a t e r , Chicago and loca ted at 
the A u r o r a Ave . pumping s t a t ion about 200 ft. 
no r th of the nor th ci ty l i m i t s and 110 ft. s o u t h -
w e s t of A u r o r a Ave . The e leva t ion at the top of 
the ca s ing i s 644.18 ft. The wel l i s r e p o r t e d c a s e d 
with 18- in . od. pipe to a depth of 400 ft. be low 
which the hole is f inished 17 in . in d i a m e t e r . 
On M a r . 15, 1930, the s tanding w a t e r l eve l was 
100 ft. below the pump b a s e and when pumping at 
1307 gpm. , the drawdown was 234 ft. In Sept . 1938, 
the wel l w a s in s e r v i c e 15 h r . da i ly , and the p u m p -
ing r a t e w a s 1150 g p m . In the win te r of 1942-1943 , 
the non-pumping wa te r l eve l was about 138 ft., and 
the drawdown was about 212 ft. when pumping at 
1050 g p m . 
The wel l was equipped for s e r v i c e with a 17- in . 
A m e r i c a n Well W o r k s tu rb ine pump having 360 ft. 
of 10- in . co lumn pipe and a 200-hp . West inghouse 
e l e c t r i c m o t o r . Th i s ins ta l l a t ion was pulled in 
Aug. 1947. A b r idge was found at a depth of about 
1625 ft. and a back- f i l l of 32 ft. at the b o t t o m . 
A 1 4 - i n . s lo t ted l iner is to be p laced be tween 
the depths of 1300 and 1700 ft. 
S a m p l e - s t u d y log of Well No. 12a furn ished by the S ta te Geologica l Survey: 
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TABLE 3 
Hole R e c o r d 
22 - in . f rom 31.7 to 455 ft. 
17- in . f r o m 455 to 1633 ft. 
15- in . f r o m 1633 to 2251 ft. 
Cas ing and L i n e r R e c o r d 
22- in . f rom 6.5 to 31.7 ft. 
18- in . f r o m 6.5 to 455 ft. 
16- in . f r o m 771 to 838.6 ft. 
16- in . f rom 1333 to 1633 ft. 
Well No. 12a was d r i l l ed in 1936 to a depth of 
2251 ft. by the L a y n e - W e s t e r n C o . , Chicago , and 
loca ted e a s t of the A u r o r a Ave . pumping s t a t ion , 
about 700. ft. e a s t of A u r o r a Ave. ( app rox ima te ly 
200 ft. S. and 1800 ft. W. of the N. E. c o r n e r of 
Sect ion 15). The e leva t ion of the pump b a s e is 
669.14 ft. and is about 2 1/2 ft. above the top of 
c a s i n g . 
The d r i l l e r ' s h o l e , ca s ing and l ine r r e c o r d i s 
given in Table 3 . 
Upon the comple t ion of the wel l , a p roduc t ion 
t e s t w a s m a d e by the State Water Survey on Sept . 
24 , 1936. Before the t e s t , w a t e r l eve l was 128 
ft. 8 in . below the top of the ca s ing . 
After 4 - h r . pumping a t 1100 gpm. , the d r a w -
down was 98 ft. The r a t e was then i n c r e a s e d to 
1325 gpm. and after 12 -h r . pumping , appa ren t 
e q u i l i b r i u m was a t t a ined with a drawdown of 124 
ft. Pumping w a s continued at an a v e r a g e r a t e of 
1310 g p m . and at the end of 25 h r . t h e to ta l d r a w -
down was 132 1/2 ft. Dur ing th i s t e s t , Well No. 
11 pump was ope ra t ing at the s t a r t and continued 
pumping at a r a t e of 1000 gpm. for n e a r l y 23 h r . 
of the t e s t . Well No . 12 pump was ope ra t ed at a 
r a t e of 1400 gpm. dur ing the l a s t 7 h r . o f the t e s t . 
The ex is t ing pump ins ta l l a t ion c o n s i s t s of 350 
ft. of 10- in . co lumn pipe; 14- in . , 13-s tage A u r o r a 
P u m p C o . tu rb ine , No. 8209, having a r a t e d c a p a -
ci ty of 1300 g p m . aga ins t 440 ft. of head ; the o v e r -
a l l length of the pump is 13 ft. 11 1/4 in . ; 10 ft. 
of 10- in . suc t ion pipe; 200-hp . G e n e r a l E l e c t r i c 
m o t o r . 
Non-pumping w a t e r l eve l s dur ing 1943 w e r e 
r e p o r t e d to be 157 to 178 ft. be low the pump b a s e 
and pumping l eve l s w e r e 268 to 298 ft. The e x -
t r e m e s denoting win te r and s u m m e r condi t ions 
r e s p e c t i v e l y . In 1944, the non-pumping wa te r 
l e v e l s v a r i e d f rom 161 ft. on J an . 18 to 188 ft. on 
Sept . 19. In 1945, the v a r i a t i o n s w e r e about the 
s a m e as 1944. On F e b . 25 , 1946, the non-pumping 
w a t e r l eve l w a s 166 ft. 
Ana lys i s of a s amp le co l lec ted F e b . 2, 1943, 
af ter 1 2 - h r . pumping a t 1300 g p m . , showed the w a -
t e r to have a ch lo r ide content of 212 p p m . , a h a r d -
n e s s of 14.9 g r . p e r g a l . , a to ta l m i n e r a l content 
of 667 p p m . , and an i r o n content of 0.2 p p m . 
Wa te r f r o m the wel l i s a e r a t e d . 
The Ph i l l i p s P a r k Well , now ca l l ed No . 14, was 
d r i l l e d to a depth of 2460 ft. in 1909 and loca ted 
about 340 ft. e a s t of the south end of Smith B o u l e -
v a r d about 90 ft. n o r t h e a s t of the cen te r of N. 
C i r c l e Dr ive ( app rox ima te ly 200 ft. S. and 2200 
ft. E. of the N. W. c o r n e r of Sect ion 35). The e l e -
va t ion at the top of the ca s ing is 704.94 ft. 
The wel l was r e p o r t e d to be c a s e d with 10- in . 
pipe f r o m the su r face to a depth of 133 ft. 8 in.-
A 6 1/4-in. l iner, was p laced be tween dep ths of 
934 and 1015 ft. and a 5- in . l i n e r be tween depths 
of 1715 and 2015 ft. be low which the hole w a s 5-
in . d i a m e t e r to the b o t t o m . 
In 1915, a s amp le of w a t e r f r o m th i s wel l w a s 
found to have a h a r d n e s s of 52 g r . pe r ga l . and a 
to ta l m i n e r a l con ten t of 2.992 p p m . T h i s is t y p i -
ca l o f w a t e r s f r o m the g r e a t e r depths in the Mt . 
S imon-Fond du L a c s a n d s t o n e s . 
The pump ins t a l l a t i on c o n s i s t s of 110 ft. of 
5 - in . co lumn pipe; 8 - in . A m e r i c a n Well Works 
tu rb ine pump; 30 -hp . U. S . e l e c t r i c moto r which 
is o p e r a t e d f r o m 18 to 24 h r . da i ly . 
F r o m M a r . t o Nov. 1945, the non-pumping w a -
t e r l eve l s v a r i e d be tween 47 1/2 and 51 ft. below the 
pump b a s e . On F e b . 25 , 1946, the non-pumping 
leve l w a s 48 ft. 
A s a m p l e co l lec ted F e b . 2 , 1943 af te r 1 8 - h r . 
pumping at 280 gpm. was found to have a ch lo r ide 
content of 8.0 ppm. , a h a r d n e s s of 26.8 g r . p e r 
g a l . , a r e s i d u e of 551 p p m . , and an i r o n content 
of 0.2 p p m . The g e n e r a l c h a r a c t e r was typ ica l 
for w a t e r s f r o m the S i lu r i an s y s t e m i n t h i s v i c i -
n i ty . 
T o t a l m e t e r e d pumpage for the public supply 
in 1945 and 1946 a v e r a g e d 4.4 m g d . for e ach y e a r . 
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LABORATORY NO. 31,105 
Total metered pumpage for each municipal in Table 4. 
well in operation during the year 1946 is shown 
TABLE 4 
Illinois State Water Survey - Bulletin No. 40 
The W. J. Fulton Engineering Co., Waukegan, 
drilled a well for the I. & M. Canal State Park in 
1942 and located 4 ft. east of the custodian's r e -
sidence and 58 ft. south of the center of Aux Sable 
Lock (or approximately 2600 ft. S. and 910 ft. E. 
of the N. E. corner of Section 29, T. 34 N., R. 
8 E.). 
The well is 185 ft. deep below a surface e le -
vation of 512± ft. 
The well is cased with 8-in. pipe to a depth 
of 83 ft. and the hole is 6 in. in diameter from 83 
to 185 ft. 
The State Water Survey made a production tes t 
July 15, 1938. The water level before the test 
was started, was 14 ft. below the top of the c a s -
ing; and when pumping at 30 gpm., the drawdown 
was 77 ft. 
AUX SABLE LOCK -
I. & M. CANAL STATE PARK 
Grundy County 
Nov. 20, 1947 
Analysis of sample (Lab. No. 93438) collected 
July 15, 1942, after 32 1/2-hr. pumping at 31 gpm., 
showed the water to have a hardness of 15.1 gr . 
per gal., a residue of 358 ppm., and an iron con-
tent of 0.9 ppm. 
The Aux Sable Lock, I. and M. Canal State 
Park was abandoned about 1943. 
The well had never been used. The well flowed 
over the top of the casing (about 2 ft. above ground) 
shortly after it was completed, and 5 ft. of casing 
was placed above the original casing and sealed at 
the top. 
The canal is maintained between Marseil les 
and Channahon. The depth of water in the canal 
below Aux Sable Lock is 3 1/2 ft. and is main-
tained as a source of water supply for the Morr is 
Paper Mills and to farmers for irrigation pur-
poses . 
Correlated dr i l le r ' s log of Well No. 1 furnished by the State Geological Survey: 
LABORATORY NO. 93438 
I l l ino is S ta te Water Survey - Bul le t in No. 40 
The c i ty of Ava (821) i n s t a l l ed a public w a t e r 
supply in 1938. 
Water was o r ig ina l ly obta ined f r o m a wel l 
owned by the Randolph Mil l ing C o . and l e a s e d to 
the c i ty . Th i s wel l was loca ted n e a r the e a s t end 
of Mil l S t . and w a s r e p o r t e d to have b e e n d r i l l e d 
about 1907 to a depth of 550 ft. 
The wel l was equipped as follows: 300 ft. of 
4 - i n . o d . co lumn pipe; 3 7 - s t a g e , Size 6 F a i r b a n k s -
M o r s e tu rb ine pump No. 30926, r a t e d a t 50 g p m . 
aga ins t 315 ft. of head; 20 ft. of suct ion p ipe; 
7 1 /2-hp. F a i r b a n k s - M o r s e e l e c t r i c moto r No. 
322325, ope ra t ing at 1740 r p m . 
Ana lys i s of a s ample (Lab . No. 75864), c o l -
l ec ted M a r . 30 , 1935, showed the wa te r to have a 
h a r d n e s s of 28.8 g r . p e r ga l . , a r e s i d u e of 654 
p p m . , and an i r o n content of 2.4 p p m . 
Th i s we l l was abandoned about 1940 af ter the 
p roduc t ion r a t e had d e c r e a s e d to 8 gpm. The 
p u m p h a s b e e n r e m o v e d bu t the wel l i s ava i l ab le 
for pumping . 
Wel l No. 1 was d r i l l e d in 1940 to a depth of 
AVA 
Jackson County 
Apr . 6, 1948 
207 ft. by A l b e r t C rawfo rd , Ava, and is located 
about 170 ft. south and 40 ft. w e s t of the mi l l ing 
company we l l , (or a p p r o x i m a t e l y 2500 ft. S. and 
1135 ft. E. of the N. W. c o r n e r of Sect ion 25 , T. 
7 S. , R. 4 W.). The ground sur face e leva t ion is 
600± ft. 
The wel l is c a s e d with 52 ft. 5 in . of 8 - in . id . 
p ipe , below which the hole is 6 in . in d i a m e t e r . 
In 1941, i t w a s r e p o r t e d tha t the non-pumping 
w a t e r l eve l w a s about 132 ft. be low the ground 
sur face and tha t the drawdown w a s s m a l l af ter 
2 4 - h r . pumping a t 25 gpm. 
The wel l is equipped with 186 ft. of 4 - i n . 
d rop pipe; Deming p lunger pump, No. 60227, with 
a 3 3 / 4 - i n . by 3 6 - i n . cy l inder having a 10- in . 
s t r o k e ope ra t ing at 42 s p m . ; 6 ft. of 4 - i n . suc t ion 
pipe; 5 -hp . L o u i s Al l i s C o . e l e c t r i c m o t o r . 
A n a l y s i s of a s amp le (Lab . N o . 113,844), c o l -
l e c t e d M a r . 16, 1948 af te r 8 - h r . pumping at 15 
gpm. showed the w a t e r to have a h a r d n e s s of 
25.9 g r . pe r ga l . , a r e s i d u e of 580 p p m . , and an 
i r o n content of 0.7 p p m . 
C o r r e l a t e d d r i l l e r ' s log of Well No. 1 furn ished by the State Geo log i ca l Survey: 
LABORATORY NO. 113,844 
2 - Ava 
Well No. 2 was drilled in l942 to a depth of 214 
ft. by Albert Crawford and deepened in D e c , 1947 
to 308 ft. The well is 10 ft. north and 80 ft. east 
of Well No. 1. It was originally.cased with 8 1/2-in. 
pipe to a depth of 55 ft. When deepened, the hole 
was finished 6 in. in diameter. In the 1942 dr i l -
ling, water was encountered at a depth of 194 ft., 
and upon completion, the non-pumping water l e -
vel was 65 ft. below the ground surface. After 
1-hr. pumping at 6 gpm.,the drawdown was 90 ft. 
In D e c , 1947, when bailing at a ra te of 35 to 40 
gpm., the drawdown was 90 ft. below a static l e -
vel of 80 ft. from the top of the casing. 
A temporary pump installation in service, 
consists of: 180 ft. of 4-in. drop pipe; Myers 
bulldozer pump having a 2 3/4-in. by 36-in. cyl-
inder; a 21-in. stroke operating at 25 spm., or a 
discharge of about 6 1/2 gpm. 
Water from both wells is aerated, filtered 
and softened. 
Analysis of a sample (Lab. No. 114,785) col-
lected Apr. 17, 1948, showed the treated water to 
have a hardness of 12.9 gr. per gal., a mineral 
content of 541 ppm., and a t race of iron. 
From Mar. 1 to 15, 1948, total pumpage aver -
aged 15,000 gpd. 
LABORATORY NO. 114,785 
Illinois State Water Survey - Bulletin No. 40 
The water works for the village of Avon (803) 
was installed by the Avon Milling Co. about 1899 
and used mainly for fire protection. 
At that time water was obtained from two 
dug wells located in the northwestern part of the 
village. Well No. 1 was 8 ft. in diameter and 38 
ft. deep. Well No. 2 was located 100 ft. distant 
from Well No. 1 and was dug 52 ft. deep with a d i -
ameter of 10 ft. at the top and 8 ft. at the bottom. 
Both wells were walled with brick with lime p las -
ter joints. It was reportedthat a sand stratum was 
entered at a depth of about 22 ft. When no water 
was withdrawn for several days, the water level 
was 10 to 15 ft. below the surface; but during 
pumping, the water level receded rapidly. Use 
of the wells was discontinued about 1918. In 
1924, the water level in the wells was 10 ft. be-
low the surface. 
Several years prior to 1915, a source of sup-
ply was developed in the southern part of town 
by constructing a dam across a small slough. The 
deepest part of the pond was 6 ft., and the capa-
city was about 1,000,000 gal. The water was used 
for fire protection. Use of the pond was aban-
doned about 1922. 
In 1918, water was being used from the Chi-
cago, Burlington, & Quincy R. R. pond, located 
about 3/4 mile east of the village. Several fire 
hydrants were connected to the ra i l road 's 6-in. 
pipe line, feeding the elevated tank at the depot. 
AVON 
Fulton County 
Jan. 30, 1948 ' 
In 1922, the village was obtaining the entire 
water supply from the ra i l road ' s reservoi r . 
In Apr. 1929, Thorpe Well Drilling Co., Des 
Moines, Iowa, completed a well for the village, 
located on the south side of Clinton St., 100 ft. 
east of the Chicago, Burlington, & Quincy R. R. 
t racks (or approximately 2190 ft. N. and 2430 ft. 
E. of the S. W. corner of Section 19, T. 8 N., 
R. 1 E.). 
The well is 1170 ft. deep below a ground sur-
face elevation of 640± ft. 
The well was originally cased as follows: 
12-in. casing from surface to 167 ft.; 10-in. l i -
ner from 272 1/2 to 580 ft.; and an 8-in. liner 
from 667 to 829 ft. 
In 1936, in an effort to obtain water of better 
quality, the well was plugged at a depth of 667 
ft. However, analysis of a sample (Lab. No. 
78,688) showed a residue of 2601 ppm., as against 
2708 ppm. for the water obtained, prior to plug-
ging the well. The production from the well at 
667 ft. depth was 7 gpm. as against 170 gpm. at 
the 1170 ft. depth. 
The plug was removed, and the well cased with 
8-in. pipe from the surface to 350 ft. and with 6-
in. pipe from 350 to 650 ft. 
At that time the following pumping equipment 
Sample study log of well drilled in 1929 furnished by the State Geological Survey: 
2 - Avon 
w a s ins t a l l ed : 200 ft. of 4 - i n . co lumn pipe; 4 - i n . , 
16 - s t age A. D . Cook d e e p - w e l l t u rb ine pump, No . 
2383 , r a t e d at 75 gpm. ; the o v e r a l l length of the 
pump is 7 1/2 ft.; 20 ft. of 4 - i n . suct ion p ipe; 
7 1/2-hp. , 1 8 0 0 - r p m . U. S . e l e c t r i c m o t o r , No. 
132509. 
On Apr . 22 , 1938, the non-pumping w a t e r l eve l 
w a s r e p o r t e d to be about 80 ft. below ground s u r -
face , and the d rawdown about 20 ft. when pumping 
a t 75 g p m . 
In June , 1943, while r ep l ac ing s e v e r a l sec t ions 
of c o r r o d e d o i l shaft t ub ings , the w a t e r level was 
r e p o r t e d to be 112 ft. The r e p l a c e m e n t of c o r -
roded tubing had been an annual event for s e v e r a l 
y e a r s . 
A n a l y s i s of a s a m p l e ( L a b . No. 113,349), c o l -
l ec ted J an . 30, 1948 af ter 3 1/2-hr. pumping , 
showed the w a t e r to have a h a r d n e s s of 51.7 g r . 
pe r g a l . , a r e s i d u e of 2656 p p m . , a n d an i r o n c o n -
t en t of 0.7 p p m . 
P u m p a g e i s e s t i m a t e d to a v e r a g e 12,000 gpd. 
The v i l lage h a s p u r c h a s e d the C. B. & Q. R. R. 
r e s e r v o i r loca ted 3 /4 m i l e e a s t o f Avon, and i s 
cons t ruc t i ng a t r e a t i n g p lan t . The wel l supply is 
to be abandoned as soon as the f i l t r a t ion plant i s 
in o p e r a t i o n . 
LABORATORY NO. 113,349 
Illinois State Water Survey - Bulletin No. 40 
The system of water works was established 
by the Village of Barrington (3560) in 1898. 
Two limestone wells have furnished the pub-
lic water supply since that date. The first well, 
drilled in 1898 to a depth of 305 ft., is located 
about 95 ft. west of Hough St. and 80 ft. south of 
Station St. (approximately 425 ft. S. and 1200 ft. 
E. of the N. W. corner of Section 1, T .42 N., R. 
9 E.). The elevation of the pump house floor is 
819.06 ft. The present pump base and the approx-
imate ground surface are at floor level. A second 
well was constructed in Oct. 1929, and is located 
on Station St. about 210 ft. west of Hough St. and 
130 ft. northwest of the older well. The elevation 
of the pump base is 811.13 ft. It is about 4.5 ft. 
below the ground surface. 
Well No. 1 is cased with 200 ft. of the 12-in. 
pipe to rock, below which the hole is 10 in. in 
diameter to the bottom of the well at 305 ft. The 
non-pumping water level, observed on Nov. 9, 
1922 after an idle period of 12 hr . ,was 56 ft. be-
low the pump house floor (3 1/2 ft. above top of 
casing.). The pumping water level was 61 ft. after 
9-hr. of operation at a rate of 270 gpm. On June 
21, 1928 a drawdown of 16 ft., from a non-pumping 
water level of 61 ft., was observed when pumping 
at a rate of 380 gpm. 
On July 20, 1943 the non-pumping water level 
in Well No. 1 was 66.1 ft. below the existing pump 
base with pump in Well No. 2 operating, and the 
pumping level was 75.4 ft. with Well No. 2 idle. 
The following pumping equipment, installed in 
BARRINGTON 
Cook and Lake 
Counties 
April 24, 1946 
1935, is still in place: 80 ft. of 6-in. column pipe; 
a 12-in., 3-stage American Well Works turbine 
pump rated at 600 gpm. against 115 ft. of head; 20 
ft. of 6-in. suction pipe; 80 ft. of air line, and 25-
hp. U . S . electric motor. 
Well No. 2 was drilled by W. L. Thorne & Co., 
Des Plaines, in 1929, to a depth of 310 ft. The 
lower 100 ft. was filled with gravel and sealed. 
The well is cased with 16-in. pipe to 192 ft., below 
which the hole is 16 in. in diameter to 210 ft. 
Upon completion of the well the pump was op-
erated successive days from Oct. 30 to Nov. 1, 
1929 until the water cleared. On Nov. 1, 1929, 
after 4-hr . pumping at a rate of 540 gpm., the 
drawdown was 13.75 ft. below a non-pumping wa-
ter levelof 53.45 ft. below the present pump base. 
When the pump in No. 1 was operating, the non-
pumping water level in No. 2 was 57.85 ft. 
OnNov. 6 to 8, 1933, a ser ies of tes ts (Table 1) 
were made by the State Water Survey to de ter -
mine the yield and drawdown of both wells. On Nov. 
7, 1933 after both pumps had been out of opera-
tion for 7 hr . , the pump in Well No. 1 was o p -
erated alone for 4 hr . 25 min. No. 1 was then 
shut down and No. 2 was operated for 2 hr . On 
Nov. 8, 1933 after an idle period of 19 hr . for 
pump No. 1, and 9 1/2 hr . for No. 2, the pump in 
No. 2 was then operated alone for 1 hr . The 
pumps in both wells were then operated simul-
taneously; and after 2 hr . the production from 
No. 1 had decreased from 350 to 285 gpm. After 
4 hr . the production from No. 1 had decreased to 
200 gpm. The production from No. 2 was uni-
Sample-study log of Well No. 2 furnished by the State Geological Survey: 
2 - Barrington 
TABLE 1 
form at 635 gpm. 
All water level measurements were made from 
the surface of the pump house floor. 
The following pumping equipment, installed 
in 1929, is still in place: 80 ft. of 8-in. column 
pipe; a 15-in., 3-stage American Well Works tu r -
bine pump, rated at 600 gpm., against 91 ft. of 
head; the overall length of the pump is 5 ft.; 30 
ft. of 8-in. suction pipe; 80 ft. of air line and a 
20-hp. Westinghouse electric motor. 
Analysis of a sample (Lab. No. 106,280), col-
lected on Apr. 26, 1946 after 6-hr. pumping at an 
estimated rate of 400 gpm., showed this water to 
have a hardness of 18.5 gr. per gal. , a mineral 
content of 385 ppm.,and general character which 
is not unusual for waters from wells of this 
depth in this vicinity. 
The average metered pumpage from these 2 
wells for the period from May 1, 1942 to May 1, 
1945 was 347,600 gpd. The pumpage varied from 
a winter average of 306,000 gpd. to a summer av-
erage of 460,000 gpd. A small amount of aeration 
is provided at the reservoir to eliminate a slight 
hydrogen sulfide odor. No other treatment is 
provided. 
LABORATORY NO. 106,280 
I l l inois State Water Survey - Bul le t in No. 40 
The c i ty of B a r r y (1545) ins t a l l ed a publ ic w a -
t e r supply, chiefly for f i re p r o t e c t i o n , about 1880. 
Water was obtained o r ig ina l ly f rom a well 
d r i l l e d about 1880 by the J . P . Mi l l e r A r t e s i a n 
Well Co . , Ch icago , and located n e a r the nor th 
edge of the ci ty p a r k (or a p p r o x i m a t e l y 1500 ft. 
S. and 2000 ft. E. of the N. W. c o r n e r of Section 
25 , T. 4 S. , R. 6 W.). Th i s wel l was d r i l l ed to a 
to ta l depth of 2510 ft. below a ground su r f ace 
e leva t ion of 730 t ft. The wel l was c a s e d with 
7- in . pipe to a depth of 300 ft. , and the hole d i -
a m e t e r was s u c c e s s i v e l y r e d u c e d to 2 in. a t the 
b o t t o m . 
I t was r e p o r t e d that du r ing dr i l l ing o p e r a -
t ions wa te r was e n c o u n t e r e d at depths of 65, 700, 
1300, and 1700 ft. When the well was comple ted 
the wa te r l eve l was r e p o r t e d to be 135 ft. 
The p u m p cyl inder was o r ig ina l ly se t a t a 
depth of 300 ft. but was l a t e r r a i s e d to 160 ft. In 
1914, the p u m p cyl inder was se t at a depth of 300 
ft . and , when t e s t e d , the wel l p roduced 35 g p m . 
for 40 h r . T h i s wel l was abandoned in 1916, but 
i s s t i l l in e x i s t e n c e . 
Ana lys i s of a sample (Lab . No. 22152) c o l -
lec ted July 10, 1911, showed the wa te r to have a 
h a r d n e s s of 59.2 g r . pe r ga l . , a r e s i d u e of 5047 
p p m . and an i r o n content of 0.7 ppm. 
The supply is now obta ined f rom 3 s o u r c e s : A 
s p r i n g , a dug we l l , and a g roup of sand po in t s . 
Water f r o m the 3 s o u r c e s is d i s c h a r g e d into a 
c o n c r e t e unde rg round r e s e r v o i r and thence 
pumped to the ci ty d i s t r i bu t i on s y s t e m . 
The s p r i n g , which h a s b e e n in use s ince 1916, 
i s loca ted a t the pumping s ta t ion about 70 ft. w e s t 
of the r e s e r v o i r at the foot of the bluff, 1 mi l e 
w e s t of the c i ty ( a p p r o x i m a t e l y 600 ft. S. and 1400 
ft. E. of the N. W. c o r n e r of Sec t ion 26). The 
ground su r f ace e leva t ion a t the sp r ing i s 640 t ft. 
In 1918 w a t e r flowed f r o m the sp r ing into a 
r e s e r v o i r at a r a t e of be tween 20 and 50 g p m . , 
depending on wea the r cond i t ions and on J a n . 5 , 
1925, the flow was r e p o r t e d to be 25 g p m . 
Ana lys i s of a s amp le (Lab . No. 114,129) col-
l ec t ed A p r . 8 , 1948 a t the r e s e r v o i r showed the 
w a t e r to have a h a r d n e s s of 9.6 g r . pe r ga l . , a 
r e s i d u e of 192 p p m . , and an i r o n content of 0.2 
p p m . 
The dug wel l was c o n s t r u c t e d in 1931 by 
G e o r g e Cook, and i s loca ted in the r e a r of the 
BARRY 
Pike County 
Apr i l 2 1 , 1948 
p u m p s ta t ion , 25 ft. south of the r e s e r v o i r . T h i s 
wel l is 10 1/2 ft. in d i a m e t e r , about 19 ft. deep to 
b e d r o c k and i s wal led with b r i c k . Water e n t e r s 
the wel l j u s t above the b e d r o c k . 
The supply f r o m th i s we l l h a s a lways been 
s m a l l . Water i s pumped by a Dayton-Dowd c e n -
t r i fugal p u m p , ope ra t ed at 100 gpm. aga ins t 20 ft. 
of head , with a 2 - i n . suc t ion pipe extending 14 ft. 
below the pump b a s e . P o w e r is furn ished by a 
1 1 /2 -hp . F a i r b a n k s - M o r s e e l e c t r i c m o t o r o p e r -
ating at 1740 r p m . W. G. McNea l , Water Works 
- Supe r in t enden t , s ta ted that in 1947 when i n s t a l -
l ing a new pump pit be tween the r e s e r v o i r and the 
p'umping stat ion, i t was n e c e s s a r y to keep the dug 
wel l d e w a t e r e d . The wel l w a s pumped d r y in 1 
h r . 40 min . and he e s t i m a t e d the amount of wa te r 
pumped was 10,000 ga l . The capac i ty of the wel l 
is 5,000 ga l . and the inflow r a t e was ca lcu la ted 
a t 50 gpm. 
Since that t i m e t h e r e h a s been a s t rong flow 
into the we l l . 
Ana lys i s of a s a m p l e (Lab . No. 114,124) c o l -
lec ted A p r . 8 , 1948 at the r e s e r v o i r showed the 
w a t e r to have a h a r d n e s s of 9.4 g r . pe r ga l . , a 
r e s i d u e of 201 ppm. and an i ron content of 0 . 1 . 
In 1934, e ight 1 1/4-in. sand point w e l l s , l o -
cated in a g roup about 200 ft. n o r t h of the r e s e r -
v o i r , w e r e i n s t a l l ed by je t t ing 6- in . h o l e s , and 
placing the sand points and c a s i n g s . The annu la r 
space ou ts ide the c a s i n g s and s c r e e n s was back-
filled with g r a v e l . Water i s pumped to the r e -
s e r v o i r f r o m the sand poin ts by a Deming duplex 
pump , e s t i m a t e d to de l ive r 40 gpm. (soon to be 
r e p l a c e d by a 1 1/2-in. F a i r b a n k s - M o r s e c e n t r i -
fugal pump. ) . P o w e r is furn ished by a 1 1/2-hp. 
E m e r s o n e l e c t r i c m o t o r . 
Ana lys i s of a s a m p l e (Lab . No. 114,125) c o l -
lec ted Apr . 8 , 1948 at the pump showed the w a t e r 
to have a h a r d n e s s of 11.3 g r . p e r ga l . , a r e s i d u e 
of 256 ppm. and an i r o n content of 0.1 p p m . 
To ta l pumpage for M a r . 1948 a v e r a g e d 60,000 
gpd. and for Aug. 1947 a v e r a g e d 85,000 gpd. 
T h r e e 2- in . -sand-point we l l s w e r e j e t t e d - i n 
in A p r . 1948 at a loca t ion n e a r the 8 s a n d - p o i n t s . 
Each new one is 42 in . long and the bo t t om of one 
is 23 ft. be low ground l eve l . The o t h e r s a r e 30 ft. 
be low ground l eve l . The annu la r s p a c e outs ide the 
c a s i n g s w a s back - f i l l ed with pea g r a v e l . On A p r . 
2 1 , 1948, the w a t e r l eve l ou t s ide the c a s i n g s was 
3 ft. below ground l e v e l . 
2 - Barry 
LABORATORY NO. 114,125 
The water is chlorinated. 
When the new wells will be connected to the 
pump, the 8 older wells are to be abandoned. 
Illinois State Water Survey - Bulletin No. 40 
A public water supply system was installed by 
the village of Bartlett (608) in 1924. 
Water is obtained from a well 200 ft. deep lo-
cated on the west side of Main St. about 500 ft. 
south of the Chicago, Milwaukee & St. Paul R. R. 
(or approximately 1100 ft. N. and 400 ft. W. of the 
S. E. corner of Section 34, T. 41 N., R. 9 E.). The 
elevation of the ground surface is 810± ft. The 
well was completed by W. L. Thorne, Des Plaines, 
in Nov. 1923. It is cased with 155 ft. of 8-in. d i -
ameter pipe extending 9 ft. into limestone below 
which the hole is 8 in. in diameter. 
During a production test , when the well was 
completed, the drawdown was 4 ft. from a non-
pumping water level of 33 ft. below the pump base 
after pumping 3 1/2 hr . at 265 gpm. 
BARTLETT 
Cook County 
Apr. 24, 1946 
The following pumping unit was installed in 
1936: 100 ft. of 6-in. screwed column pipe; 8-in., 
10-stage Cook turbine rated at 200 gpm. against 
a pressure of 52 psi.; the overall length of the 
pump is 7 ft. 3 in.; 10 ft. of 5-in. suction pipe; 
20-hp. U. S. electric motor. The distance to wa-
ter at the time of this installation was 37 ft. 
Analysis of raw water sample (Lab. No. 
106,281) collected on Apr. 22, 1946 at 3:00 p.m. 
after 2-hr. pumping at 200 gpm., showed this water 
to have a hardness of 24.8 g r .pe r gal., a residue 
of 435 ppm., and an iron content of 1.0 ppm. 
All water has been chlorinated since 1938, 
and iron bacteria have been reported to be ef-
fectively eliminated. Liquid chlorine is employed. 
LABORATORY NO. 106,281 
Correlated dr i l le r ' s log of well drilled in 1945 furnished by the State Geological Survey: 
2 - Bartlett 
A second well, located 15 ft. east of the first 
well, was drilled by Henry Boysen, J r . , Liberty-
ville, in Nov. 1945. It is 200 ft. deep and is 
cased with 8-in. pipe to a depth of 151 ft. below 
which the hole is 8 in. in diameter . 
The distance to water below the top of the 
casing is 3 7 ft. when the older well is idle. This 
well is to serve as an emergency supply unit. 
No pumping equipment was installed on Apr. 22, 
1946. 
The pumpage is not metered but is estimated 
to average 28,000 gpd. including the flushing of 
mains and hydrants. During dry summer months, 
the maximum pumpage is estimated to be 35,000 
gpd. 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
city of Batavia (5101) in 1894. 
Water has always been obtained from sand-
stone wells. The initial supply was from a 
single well until 1915 when a second well was 
drilled. A third well was added in 1941. These 
wells were all drilled by the J. P. Miller Artesian 
Well Co. 
The original well, now called No. 1, was 
drilled to a depth of 1279 ft. and located about 
255 ft. south of Wilson St. and 78 ft. east of Island 
Ave. (approximately 2000 ft. S. and 1700 ft. W. of 
the N . E . corner of Section 22, T. 39 N., R. 8 E.) . 
The well was cased with 10-in. pipe to a depth of 
40 ft. below which hole diameters of 8 and 4 in. 
were reported. A 6-in. liner was installed between 
depths of 800 and 860 ft. Sandstone formations 
were penetrated between depths of 520 and 825 ft. 
and 1110 and 1270 ft. The well flowed when com-
pleted in 1894. 
The elevation at the top of the casing is 665± 
ft. 
Water was pumped by suction or air lift d i s -
charging into a surface collecting reservoi r . In 
1911, the pumping water levels below the top of 
casing varied from 16 ft. for the winter, spring, 
and fall to 40 ft. during the longer summer pump-
ing periods. When pumping by air lift the p ro -
duction averaged 800 gpm. in 1911, and 600 gpm. 
in 1918. 
This well furnished the entire public supply 
until the second well was placed in service in 
1915. Since then it has served as an emergency 
supply unit. In 1945 the production rate was 600 
gpm. 
Well No. 2 was originally drilled to a depth 
of 2000 ft. in 1915 and is located about 290 ft. 
south of Wilson St. and 100 ft. east of Island Ave. 
(approximately 2050 ft. S. and 1680 ft. W. of the 
BATAVIA 
Kane County 
Sept. 5, 1947 
N. E. corner of Section 22). The elevation of the 
top of casing is 667.4± ft. 
The production ra tes and water levels have 
been reported in Table 1. 
The well was rehabilitated by the J. P. Miller 
Artesian Well Co., Brookfield, May to D e c , 1945. 
Before work was started the well was sounded and 
found filled to a level of 1547 ft. The old casing 
and liner were removed. The well was reamed 
to a larger diameter , drilled 200 ft. deeper and 
recased. The hole sizes and casing record were 
reported as follows in Table 2. 
After the work was completed a 24-hr. produc-
tion test was made by the State Water Survey on 
Oct. 2-3 , 1945. The water level before the start 
of the test was 125 ft. The discharge was i r r egu-
lar during periods of the test and varied from 615 
to 365 gpm. Well No. 3 was operated intermit-
tently during the test . After breaking suction sev-
eral t imes, a constant rate of 475 gpm. was e s -
tablished with a drawdown of 81 ft. Well No. 3 was 
not in operation. 
Following this production test the 12-in. liner 
between depths of 1260 and 1670 ft. was removed 
and the well was " s h o t " at depths of 1250, 1239, 
1229, and 1224 ft. During cleanout operations a 
bridge was found at a depth of 1290 ft. and no 
sand had fallen below that depth. No change in 
the water level was observed at any t ime. 
A24-hr . production test was made by the State 
Water Survey on Nov. 30 and Dec. 1, 1945. The 
water level before the s tar t of the test was 128 1/2 
ft. below a floor elevation of 667.4 ft. Water was 
pumped at ra tes of: 850 gpm. during the f irs t 
4 1/2 hr. ; 1000 gpm. for the next 17 1/2 hr.; 1250 
gpm. for the next hr. ; and 1430 gpm. during the 
last hr . of the test . Well No. 3 was operated 
intermittently during the test . At the end of 24 
h r . the total drawdown was 81 1/2 ft. and the pump 
in Well No. 3 was not operating. 
TABLE 1 
Water Levels Below Pump Base 
2 - Batavia 
TABLE 2 
Hole Record 
28-in. from 0 to 50 ft. 
24-in. from 50 to 234 ft. 
19 1/4-in. from 234 to 940 ft. 
15 1/4-in. from 940 to 1670 ft. 
12-in. from 1670 to 2201 ft. 
Casing Record 
*26-in. from 0 to 50 ft. 
*20-in. od. from 0 to 233 ft. 
16-in. from 790 to 940 ft. 
12-in. from 1260 to 1670 ft. 
*Annular space ceme nt grouted. 
The existing pump installation, made in Dec. 
1945, consists of 230 ft. of 10-in. column pipe; 
14-in., 8-stage Aurora Pump Co. turbine pump, 
No. 27904, having a rated capacity of 1000 gpm. 
against 243 ft. of head at 1150 rpm.; the overall 
length of the pump is 9 ft. 2 in.; 10 ft. of 10-in. 
suction pipe with strainer; 240 ft. of 1/4-in. gi. 
air line; 75-hp. Westinghouse electric motor. 
On Aug. 13, 1947 the non-pumping water level 
was 145 ft. below the pump base after a 4-hr . idle 
period and a pumping level of 198 ft. after 45-
minute pumping at 1350 gpm. Well No. 3 was not 
in operation during these observations. 
Pump operations were alternated with Well 
No. 3. 
Sample-study log of Well No. 3 furnished by the State Geological Survey: 
Batav ia - 3 
T A B L E 3 
Hole R e c o r d 
24 in . f r o m 0 to 40 ft. 
19 1 / 4 - i n . f rom 40 to 925 ft. 
15 1/4-in. f r o m 925 to 1606 ft. 
12 1/4-in. f rom 1606 to 2200 ft. 
Cas ing R e c o r d 
20- in . f r o m 0 to 41.75 ft. 
16-in. f rom 0 to 273.75 ft. 
16- in . f rom 765 to 866 ft. 
13- in . f rom 824 to 925 ft. 
13- in . f r o m 1250 to 1606 ft. 
Well No. 3 was d r i l l ed in 1941 to a depth of 
2200 ft. and loca ted about 585 ft. south of Wilson 
St. and 45 ft. e a s t of Is land Ave. ( approx imate ly 
2350 ft. S. and 1735 ft. W. of the N. E. c o r n e r of 
Sect ion 22). The e leva t ion of the pump b a s e is 
666.8 ft. 
The hole and cas ing r e c o r d i s as shown in 
Table 3 . 
The 20 - in . cas ing was cemen ted in p l a c e . The 
annu la r space be tween the 20- in . and 16- in . c a s -
ings was filled with " B e n t o n i t e . " 
A 2 4 - h r . p roduc t ion t e s t was r e p o r t e d to be 
m a d e on A p r . 2 - 3 , 1941. Before the s t a r t o f the 
t e s t the w a t e r level was 91 ft. 4 in . below the top 
of c a s ing . Pumping was at r a t e s f r o m 1250 to 800 
gpm. allowing sufficient t ime to obta in condi t ions 
of e q u i l i b r i u m . After 14 h r . of pumping at 1000 
gpm. the drawdown was 85 1/2 ft. 
The following pump ins ta l l a t ion was m a d e in 
Aug. 1941: 200 ft. of 10- in . co lumn pipe; 12- in . , 
3 - s t age A u r o r a P u m p Co . No. 12019 tu rb ine pump 
having a r a t e d capac i ty of 1000 gpm. a g a i n s t 215 
ft. of head; the o v e r a l l length of the pump is 4 ft.; 
30 ft. of 9- in . suc t ion pipe; 230 ft. of 1/4-in. g i . 
a i r l ine; 7 5 - h p . West inghouse e l e c t r i c m o t o r . 
The wa te r l eve l s in t h i s we l l a r e r e p o r t e d to 
be the s a m e as for Well No. 2 s ince i t w a s r e -
hab i l i t a t ed . P u m p o p e r a t i o n s w e r e a l t e r n a t e d 
with No. 2 dur ing the s u m m e r of 1947. 
Ana lys i s of a s a m p l e (Lab . No. 111,562) c o l -
lec ted Aug. 13, 1947 after 3 / 4 - h r . pumping at 
1250 g p m . showed th i s w a t e r to have a h a r d n e s s 
of 13.6 g r . pe r ga l . , a r e s i d u e of 339 p p m . , and 
an i r o n content of 0.4 ppm. 
Combined m e t e r e d pumpage for the y e a r s of 
1945 and 1946 a v e r a g e d 545,500 gpd. 
LABORATORY NO. 111,562 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
Beardstown (6505) Water Co. in 1892, and was 
purchased by the City in that year . 
Water was obtained first from a group of 16 
wells located on the pumping station property 
bounded by 11th, 12th, Bay and Edwards St. (or 
approximately 2000 ft. N. and 800 ft. E. of the S. 
W. corner of Section 14, T. 18 N., R. 12 W.). The 
ground surface elevation at the site is 440± ft. 
Each well was 6 in. in diameter and was bored 
to a depth of about 100 ft. The tops of the wells 
were in a pit about 30 ft. in diameter and 8 ft. 
deep. About 1903, the pit was extended to cover an 
area of about 25 ft. by 75 ft., and seventy-two 
2-in. wells were drilled, each to a depth of 40 ft. 
Five-foot lengths of perforated well points, lined 
with b ras s wire gauze, were used. The screens 
became clogged and were replaced in about half 
the wells each year. All of the wells were con-
nected to one of the two 10-in. suction lines con-
nection to the pump station. 
In 1913, eight of the 6-in. wells and seventy-
two 2-in. wells were in use . The 6-in. wells 
were equipped with 16-ft. s t ra iners . 
In 1920, the casings in 10 of the wells were 
pulled and the wells drilled to a depth of 72 ft. 
Two of the other 6 original wells were also in 
use. Water was pumped with the 16-in. by 12-in. 
by 12-in. Gardner duplex steam pumps. 
All of these wells were abandoned about 1920. 
In 1924, a well known as Kelly Well No. 1 was 
drilled to a depth of 84 ft. by the Kelly Well Co., 
Grand Island, Nebraska, and was located near 
the southeast corner of the water works property. 
A 32-in. id. by 38-in. od. solid concrete c a s -
ing extended to a depth of 33 ft., and porous con-
crete pipe screen was installed from 33 ft. to the 
bottom of the well. 
It was reported that the well yielded 400 gpm. 
with a drawdown of 4 ft. 
The well is reported to be equipped as fol-
lows: 50 ft. of 8-in. column pipe; American Well 
Works water-lubricated turbine pump No. 40343, 
rated at 750 gpm.; 5 ft. of 8-in. suction pipe; 50-
hp. General Electric motor No. 4011175 operating 
at 1150 rpm. 
A production test was made by the State Water 
Survey on Nov. 18, 1940. The well produced 780 
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gpm. for 4 h r . , with a drawdown of 26 1/3 ft. 
from a non-pumping water level of 21 ft. In 
June, 1947, the non-pumping water level was 
15.75 ft. and the pumping level 32 ft. below the 
pump base. The well is maintained as an e m e r -
gency unit and is operated 2 hr . daily. 
Analysis of a sample (Lab. No. 89420) col-
lected Nov. 25, 1940, showed the water to have a 
hardness of 19.0 gr. per gal., a residue of 485 
ppm., and an iron content of 1.3 ppm. 
The major portion of the supply has been from 
2 wells known as West 16-in. Well and East 16-in. 
Well. 
The West Well was drilled by A. D. Cook Co., 
„ Lawrenceburg, Indiana, in 1928, and is located 
on the water works property, about 240 ft. north-
west of the Kelly Well No. 1. The well was o r i -
ginally about 74 ft. deep, but in 1940 was cleaned 
out and a new screen was installed by Charles S. 
Wise, St. Louis, Mo. The well is now 8.7 ft. deep 
and is cased with 16-in. pipe to a depth of 61 ft. 
A 26-ft. length of 12-in. Cook Screen is installed 
below the casing. The screen has No. 30 slot 
openings. 
A production test was made by the State Water 
Survey on Sept. 30, 1940. The well produced 725 
gpm. with a drawdown of 17 1/2 ft. from a non-
pumping water level of 20 ft. below the well curb. 
When the pump in the East Well, 25 ft. distant, 
was operated, the production in the West Well de-
creased to 700 gpm., and the drawdown increased 
to 18 1/2 ft. In 1947, the non-pumping water 
level was 13.6 ft. and the pumping level 46.1 ft. 
below the pump base . 
The pumping equipment consists of: 50 ft. of 
9-in. column pipe; 12-in. 3-stage, Fai rbanks-
Morse turbine pump, No. 9604, rated at 75,0 gpm.; 
50 ft. of 1/4-in. copper air line; 5 ft. of 8-in. suction 
pipe; 50-hp. Fairbanks-Morse electr ic motor No. 
376428, operating at 1765 rpm. 
Analysis of a sample (Lab. No. 114,561) col-
lected May 5, 1948, after 3 1/2-hr. pumping 
showed the water to have a hardness of 18.7 gr. 
per gal., a residue of 437 ppm., and an iron con-
tent of 1.1 ppm. 
The East Well was drilled in 1928 by A. D. 
Cook Co., and is located about 25 ft. east of the 
West Well. The original depth was about 74 ft. 
but the well was also rehabilitated in 1940, and 
is identical in construction and depth to the West 
Well. On Sept. 30, 1940, when pumping in the 
2 - Beardstown 
LABORATORY NO. 114,561 
West Well at a rate of 725 gpm. the water level 
in the East Well was 3.3 ft. In June, 1947, the 
well was reported to produce 100-150 gpm., and 
the pumping water level was 43.8 ft. 
The well is equipped with a Fairbanks-Morse 
turbine pump No. 9672. The pump assembly is 
identical to that in the vVest Well. 
A third 16-in. well was reported to have been 
drilled by A. D. Cook Co. at the same time the 
East and West Wells were drilled. The screen and 
casing were damaged when cleaning the well*, and 
it was abandoned. 
A well was constructed in 1930, by Thorpe 
Concrete Well Co., Alton, and was located about 
15 ft. north and 100 ft. east of the West Well. 
This well was 78 ft. deep, and was cased with 
20 ft. of 30-in. concrete pipe and with 58 ft. of 
porous concrete pipe screen. In 1940, the top 
section of the porous concrete screen failed and 
was repaired. Following the r epa i r s , a produc-
tion test was made by the State Water Survey on 
Nov. 19, 1940. The well produced 580 gpm. with 
a drawdown of 24.5 ft. from a non-pumping water 
level of 18.5 ft. below the well curb. The porous 
concrete screen failed again sometime prior to 
1945, and the well was abandoned. 
Analysis of a sample (Lab. -No. 89419) col-
lected Nov. 19, 1940, showed the water to have a 
hardness of 19.4 gr. per gal., a residue of 507 
ppm., and an iron content of 0.9 ppm. 
Kelly Well No. 2 was constructed in 1947 by 
Kelly Well Co., and is located about 100 ft. north 
of Sixth St., and 60 ft. east of Jefferson St. (or 
approximately 2050 ft. S. and 1100 ft. W. of the 
N. E. corner of Section 15, T. 18 N., R. 12 W.). 
The well was completed at a total depth of 78 ft. 
below a ground surface elevation of 445± ft. 
The well was drilled 42 in. in diameter to a 
depth of 65 ft. and 40 in. in diameter from 65 to 78 
ft. A 27-in. id. by 32-in. od. concrete casing and 
screen were installed as follows: 
Solid casing from 2 ft. to 30 ft. below the sur -
face. 
Porous screen from 30 ft. to 70 ft. 
Solid casing from 72 ft. to 80 ft. 
A 1 -ft. base section was installed between 78 
and 79 ft. The annular space outside the casing and 
screen was filled with gravel to 15 ft. below the 
ground surface. 
Correlated d r i l l e r ' s log of Kelly Well No. 2 furnished by the State Geological Survey 
A production test was made by the State Wa-
ter Survey June 6-7, 1947. For test purposes the 
well was equipped with a turbine pump, belt-driven 
by a gasoline engine. The non-pumping water level 
before the test was 9.3 ft. below the top of the 
casing. The data in Table 1 were observed during 
the test: 
TABLE 1 
Kelly Well No. 2 was not yet in service on 
Beardstown - 3 
May 5, 1948. The pumping equipment consists of: 
55 ft. of 10-in. column pipe; 12-in., 4-stage Fair-
banks-Morse Pomona water lubricated turbine 
pump, rated at 1200 gpm.; 10 ft. of 10-in. suc-
tion pipe; 100-hp. General Electric motor, No. 
WD 6637503 operated at 1765 rpm. There is no 
air line, and the overall length of the pump is not 
known. 
Before the pump was installed the water level 
was 12 ft. below the top of the well. 
Analysis of a sample (Lab. No. 110,549) col-
lected June 7, 1947, showed the water to have a 
hardness of 26.4 gr. per gal., a residue of 592 
ppm., and an iron content of 0.4 ppm. 
Pumpage is estimated to average 1.6 mgd. 
Illinois State Water Survey - Bulletin No. 40 
The Bedford Park District which was incorpo-
rated on May 15, 1939, owns a well located about 
2550 ft. S. and 1800 ft. E. of the N. W. corner of 
Section 24, T. 38 N., R. 12 E. The elevation of 
the ground surface is 615± ft. 
This well was originally drilled in 1940 to a 
depth of 334 ft. by R. B. Hartman, Congress Park, 
and was deepened to a total depth of 1519 ft. by 
S. B. Geiger & Co., Chicago in 1941 and 1943. 
A record of the hole, casing, and liner dia-
meter is given in Table 1. 
When the well was completed, a 24-hr. p ro -
duction test was made on Mar. 29, and 30, 1943. 
After 9-hr. pumping at 147 gpm., the drawdown 
was 10 ft. from a non-pumping water level of 359 
ft. below the pump base. The drawdown was cons-
tant for the remaining period of the test . 
BEDFORD PARK DISTRICT 
Cook County 
July 30, 1946 
The following non-pumping water levels have 
been reported: 
375 ft. at 10:30 a.m., Oct. 23, 1943, when Corn 
Products Refining Co. Well No. 12 was operating. 
370 ft. at 10:30 a.m., Oct. 24, 1943, when Corn 
Products Refining Co. Well No. 12 was idle. 
373 ft. at 10:00 a.m., Oct. 25, 1943, when Corn 
Products Refining Co. Well No. 12 was operating. 
Other non-pumping water levels have been r e -
ported as follows: 413.3 ft. on Apr. 13, 1945, and 
409.'0 ft. on May 10, 1945. On July 13, 1945, when 
the pump was but, the water level was 425.5 ft. be -
low the top of the casing. Well No. 12 and Well No. 
13 were operating at the Corn Products Refining 
Co. when the measurements were made. 
Sample-study log of well drilled in 1940 furnished by the State Geological Survey 
2 - Bedford Park District 
TABLE 1 
Hole Record 
10-in. from 0 to 477 ft. 
8-in. from 477 to 980 ft. 
6-in. from 980 to 1519 ft. 
Casing Record 
10-in. casing from surface to 20 ft. 
8-in. liner from 332 to 477 ft. 
6-in. liner from 875 to 980 ft. 
The following pump installation, made in Mar. 
1946, is in service: 600 ft. of 5-in. od. column 
pipe; 8-in., 31-stage Pomona turbine pump rated 
at 150 gpm. against 600 ft. of head; 10 ft. of 5-in. 
od. suction pipe; 40-hp. General Electric motor. 
Analysis of a sample (Lab. No. 107,219) col-
lected July 24, 1946, showed this water to have a 
hardness of 36.2 gr. per gal., a residue of 1007 
ppm., and an iron content of 1.0 ppm. 
A previous analysis on Mar. 30, 1943 showed 
the water to have 0.8 ppm. iron and 31.6 gr. per 
gal. hardness . The temperature of the water 
from the well was 54° F. These analyses indi-
cate the water to originate largely in the Niagaran 
dolomite. 
The well supplies water used for the field 
house, swimming pool, skating rink, and sprinkling. 
The maximum pumpage for the period from 
June 1 to Sept. 15 is estimated at 36,000 gpd. 
A connection is provided to Bedford Park in 
case of emergency need by that village. 
LABORATORY NO. 107,219 
Illinois State Water Survey - Bulletin No. 40 
The village of Beecher (742) installed a public 
water supply system in 1911. 
Water was first obtained from a well located 
at the southeast corner of Penfield and Woodward 
St. (about 592 ft. N. and 660 ft. E. of the S. W. 
corner of Section 16, T. 33 N., R. M E . ) . The e le -
vation at the ground surface is 705t ft. This well 
is reported to have a depth of 164 ft. and to be 
cased to rock with 80 ft. of 10-in. black pipe be-
low which the hole is 10-in. in. diameter to the 
bottom. 
On June 19, 1923, the well was equipped with 
a Goulds single-acting 7-in. by 8-in. triplex 
plunger pump, No. 2064, having a theoretical d i s -
placement of 4 gal. per revolution of crank shaft, 
with 4-in. suction and 4-in. discharge. On Oct. 
22, 1946, it was operated at a rate of 45 spm., 
equivalent to a displacement of 180 gpm. When 
pumped for 9 minutes, the drawdown was 2 ft. 3 
in. from a water level of 14 ft. 8 in. below the 
top of the casing. 
Power is furnished by a 15-hp. Western E lec -
tr ic Co. motor and there is a 20-hp. International 
Harvester Co. gasoline engine for a standby power 
unit. The well and pumping equipment is main-
tained in operating condition and 'was being used 
about once a week in Oct. 1946. 
BEECHER 
Will County 
Oct. 22, 1946 
In 1930, the village constructed another well 
located 12 ft. south of the original well. It was 
reported to be drilled by J. O. Heflin, Joliet, to a 
depth of 230 ft. and was cased to rock at a depth 
of 91 ft. with 10-in. pipe. 
The existing pump installation, made in 1938, 
consists of 50 ft. of 6-in. column pipe: 8-in., 
12-stage Pomona turbine pump, Serial No.G 9109, 
rated at a capacity of 300 gpm. against a head of 
220 ft.; the overall length of the pump is 6 ft. 
9 3/4 in.; 10 ft. of 6-in. suction pipe; 30-hp.West-
inghouse electric motor. A non-pumping water 
level of 26 ft. below the pump base and a pumping 
water level of 28 1/2 ft. were reported Apr. 27, 
1944. 
Analysis of a sample (Lab. No. 107,893), col-
lected Oct. 7, 1946 after 10 min. of pumping at 
300 gpm., showed this water to have a hardness of 
35.4 gr. per gal., a residue of 870 ppm., and an 
iron content of 0.4 ppm. 
All water used for the public supply has been 
chlorinated since 1942. 
The estimated average pumpage for the public 
supply is 50,000 gpd. which is increased 50% dur -
ingthe period from May 1 to Nov. 1 when furnish-
ing water to the Golf Club. 
LABORATORY NO. 107,893 
I l l ino is S ta te Wate r Survey - Bul le t in No. 40 
A publ ic w a t e r supply s y s t e m was ins t a l l ed by 
the v i l lage of Bellwood (5220) in 1908. Water was 
obtained f rom w e l l s owned by the v i l l age of M e l -
r o s e P a r k unt i l June 11, 1914 when a wel l supply 
w a s developed in Bel lwood. 
A wel l , known as the E a s t Well , was d r i l l ed to 
a depth of 1538 ft. by G r a y B r o t h e r s , Chicago , in 
1913. I t is loca ted at the s o u t h e a s t c o r n e r of 30th 
and Gran t Ave . (or a p p r o x i m a t e l y 1400 ft. S. and 
1500 ft. W. of the N. E. c o r n e r of Section 9, T. 
39 N. , R. 12 E . ) . The e l eva t ion of the pump b a s e 
is 632± ft. T h i s we l l , deepened to 1956 ft. in 
1935 by the J . P . Mi l l e r A r t e s i a n Well Co . , 
Brookf ie ld , i s s t i l l in s e r v i c e . 
Another we l l , 1966 ft. d e e p , known as the Wes t 
Wel l , was d r i l l ed by W. H. C a t e r , Ch icago , as a 
p r iva t e v e n t u r e in 1928 and 1929. I t is loca ted at 
the sou thwes t c o r n e r of St. C h a r l e s P l a c e and 
E a s t e r n Ave. (or a p p r o x i m a t e l y 1750 ft. S. and 
2750 ft. W. of the N. E. c o r n e r of Sec t ion 9). The 
e l eva t ion a t t h e top of the c o n c r e t e pump b a s e is 634 
ft. T h i s wel l suppl ied w a t e r to the v i l l age under 
a c o n t r a c t for a n u m b e r of y e a r s . I t was p u r -
c h a s e d by the v i l l age in 1936 and i s s t i l l in s e r v -
i c e . 
T h e s e 2 w e l l s , in addi t ion to supplying an i n -
c r e a s i n g public demand , furn ished w a t e r to a 
n u m b e r of manufac tu r ing p lan ts du r ing the w a r . 
The E a s t Well , as o r i g ina l l y d r i l l ed , had a 
d i a m e t e r of 12 in . at the top and 8 in . at the b o t -
t o m . Upon i t s comple t ion , the w a t e r level was 
75 ft. be low th'e ground s u r f a c e ; and during a 7 5 -
h r . t e s t , p roduced 200 gpm. The drawdown dur ing 
th i s t e s t was not r e p o r t e d . 
Dur ing a t e s t conducted on Apr . 4, 1935 af ter 
the wel l had been deepened to 1956 ft. , the p r o -
duct ion was 560 gpm. The n o n - p u m p i n g w a t e r 
l eve l w a s 250 ft. be low the s u r f a c e . 
By July 1943 the p roduc t ion r a t e had d e -
c r e a s e d to 300 g p m . , and on Dec . 22, 1943, the 
tu rb ine p u m p , which had a se t t ing of 450 ft. , was 
shut down b e c a u s e i t was pumping a i r . The pump 
BELLWOOD 
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a s s e m b l y was pulled on June 28, 1944, and the 
column pipe showed c o n s i d e r a b l e c o r r o s i o n and a 
3 / 4 - i n . hole in the second sec t ion of the co lumn 
pipe above the pump bowls . On June 30 the d i s -
tance to w a t e r m e a s u r e d 360 ft. below the top of 
c a s i n g , and the wel l was found to be b r idged at a 
depth of 1649 ft. 
The wel l was " s h o t " a t 8 un i fo rmly spaced 
l eve l s i n the G a l e s v i l l e s ands tone fo rmat ion b e -
tween dep ths of 1526 and 1384 ft. The c lean ing of 
the hole and s u r g i n g , s lu sh ing , and bai l ing out 
sand and r e p l a c e m e n t of the 8- in . l iner was c o m -
pleted on Sept . 2, 1944. On Oct . 23 , 1944 the d i s -
t ance to w a t e r l eve l m e a s u r e d 3 66 ft. 
The d r i l l e r ' s hole and cas ing d i a m e t e r r e c o r d 
is g iven in Table 1. 
Water w a s pumped for a pe r iod of 11 h r . on 
Dec . 9 and 8 h r . on Dec 10, 1944 to c l e a r up the 
we l l . The r e p o r t e d product ion r a t e s w e r e 780 and 
810 gpm. r e s p e c t i v e l y , with pumping l eve l s falling 
to or below the bo t t om of a 452-f t . a i r l i n e . 
On Jan . 9 , 1945, a p e r m a n e n t p u m p i n s t a l l a -
t ion was m a d e , cons i s t ing of 300 ft. of new 8- in . 
co lumn pipe at the top followed by 200 ft. of old 
7- in . co lumn pipe; a new 10- in . 15-s tage (all 
b r o n z e bowls) P e e r l e s s t u rb ine pump des igned for 
a capac i ty of 900 g p m . a g a i n s t 465 ft. of head and 
having an o v e r a l l length of 10.1 ft.; 10 ft. of old 
7- in . suc t ion p ipe; 500 ft. of 1/4-in. a i r l i n e ; 150-
hp . U. S . e l e c t r i c m o t o r . 
A product ion t e s t of 4 h r . 15 m i n . dura t ion 
was conducted on Jan. 9, 1945 s t a r t i n g at a r a t e 
of 875 g p m . and ending with a s t ab i l i zed r a t e of 
837 gpm. The drawdown was 70 ft. f r o m a non-
pumping w a t e r level of 3 77 ft. be low the pump 
b a s e . 
On Aug. 7, 1945, after the pump had been o p -
e r a t e d at a r a t e of about 850 g p m . for 2 1/2 h r . , 
the wa te r level was 43 7 ft. Water had b e e n pumped 
dai ly s ince June 10, 1945 at a r a t e of about a m i l -
l ion gpd. , and the t e m p e r a t u r e of the wa te r was 
59 .3° F . , showing an i n c r e a s e of 3° s ince J an . 9 , 
TABLE 1 
Hole Reco rd 
12- in . f rom su r face to 315 ft. 
10- in . f r o m 315 to 908 ft. 
8- in . f r o m 908 to 1956 ft. 
C a s i n g R e c o r d 
12- in . f rom su r f ace to rock at 88 ft. 
10- in . , 3 5 - l b . welded l iner f rom 
315 to 520 ft. 
8- in . l iner f r o m 913 to 974 ft. 
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Correlated d r i l l e r ' s log of the East Well furnished by the State Geological Survey: 
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TABLE 2 
Hole Record 
19-in. from 75 ft. 4 in. to 500 ft. 
15-in. from 500 to 1032 ft. 
12-in. from 1032 ft. to bottom 
Casing Record 
24-in. od. drive pipe from surface to 
50 ft. 
20-in. od. from surface to 75 ft. 4 in. 
18-in. liner from 260 to 500 ft. 
12 1/2-in. from 975 to 1032 ft. 
1945 and indicating that a larger percentage of 
the water was coming from the sandstone aqui-
fers . 
The daily pumping period has been consider-
ably reduced due to the operation of the West 
Well. On Apr. 29, 1946, the water level, after an 
idle period of 3 hr . , was 377 ft. The water level 
was 413 ft. after 45 min. of pumping at 850 gpm. 
Analysis of a sample (Lab. No. 106,337), col-
lected Apr. 29, 1946, showed this water to have a 
hardness of 22.7 gr . per gal., a mineral content 
of 543 ppm., and an iron content of 0.1 ppm. 
The West Well, sometimes called the Cater 
Well, is reported by the dril ler to have a hole 
and casing diameter record as in Table 2. 
Vulcanite was placed in the annular space out-
side the 20-in. casing and the 18-in.and 12 1/2-in. 
l iners . 
After the village purchased the well in 1936, it 
was " s h o t " and cleaned by C. W. Varner, Dubuque, 
Iowa. I t i s reported that two 200-lb. charges were 
exploded, one in the Galesville sandstone and one in 
the St. Peter sandstone, and that very little sand 
was bailed out but that considerable sand was 
pumped up later . 
In May 1946 the well was equipped with 460 
ft. of 10-in. column pipe; 14-in., 14-stage P e e r -
less turbine pump rated at 1000 gpm.; the length 
of the pump is 12 ft. 10 in.; 470 ft. of 1/4-in. a i r -
line; 31 ft. of 10-in. suction pipe; 200-hp. Ideal 
electric motor. 
The following water levels below the base of 
the pump were reported: 364 ft. on Feb. 25, 1944 
after 3-hr. idle period; 394 ft. on Sept. 25,1944 
after 21 days of pumping at a rate of about 625 
gpm. 
A sample of. water (Lab. No. 95364), collected 
on Feb. 23, 1943 after 1 h r . and 20 min. of pump-
ing, was found to have a temperature of 64° F . , a 
hardness of 11.4 gr. per gal., a mineral content 
of 492 ppm., and an iron content of 0.2 ppm., indi-
cating the major source of water at this time to 
originate near the bottom of the well. 
In Dec. 1946, the pump which had been in Well 
No. 2 about 7 years was working poorly and was 
removed. Several joints of the shaft tubing were 
found to be unscrewed. It was decided to r e -
habilitate the well at the t ime. A new pump was 
ordered. A 12 1/2-in. liner was removed from 
between 990 and 1047 ft. 
On Jan. 3, 1947 a geophysical log was made 
by the Halliburton Oil Well Cementing Co. for the 
J. P. Miller Artesian Well Co. 
LABORATORY NO. 95364 
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On Jan . 14, 1947, a 15-ft. con ta ine r of 350 lb . 
n i t r o g l y c e r i n e ge la t in was exploded, the bo t t om 
of the " s h o t " at 1486 ft. depth . Upon a t tempt ing 
to c l ean out the sand , a caving began at 1070 ft. 
On Jan . 28, 1947 a 12 1/2-in. l i n e r , 65 ft. 9 in . 
long, had been set with the top at a depth of 980 
ft. 
On F e b . 5, 1947, a 13-ft. con ta ine r of 150-lb. 
n i t r o g l y c e r i n e gela t in was exploded , the bo t tom of 
the " s h o t " at 1455 ft., and on F e b . 7 the wel l had 
been c leaned out to 1700 ft. No m o r e shale was 
being r e m o v e d . On F e b . 11 , 1947 the wel l had 
b e e n c leaned out to 1950 ft. 
On June 11 , 1947 the new pump was in s t a l l ed , 
and af ter pumping 21 h r . a't 860 gpm. , the d r a w -
down was 280 ft. f rom a non-pumping w a t e r l eve l 
of 216 ft. After a 2 - h r . shu t -down of the pump, 
the w a t e r level was at a depth of 356 ft. 
A n a l y s i s of a s amp le (Lab . No. 110,624) c o l -
lec ted June 11 , 1947 after 2 0 - h r . pumping at 925 -
850 gpm. , showed th is w a t e r to have a h a r d n e s s of 
22.9 g r . pe r ga l . , a m i n e r a l content of 639 ppm. , 
and an i ron content of 0.4 ppm. The t e m p e r a t u r e 
w a s 57° F . The t e m p e r a t u r e and compos i t ion i n -
d ica te that an a p p r e c i a b l e amount of w a t e r f rom 
the top l i m e s t o n e was p r e s e n t in the sample due 
to the long rehab i l i t a t ion pe r iod p r i o r to the date 
of co l l ec t ion . 
Well No. 3 was comple ted to a depth of 1951 
ft. in M a r . 1949 by S. B. Ge ige r C o . , Chicago , and 
loca ted n e a r the no r thwes t c o r n e r of Madison and 
E a s t e r n Ave. (or a p p r o x i m a t e l y 100 ft. N. and 
2400 ft. E. of the S. W. c o r n e r of Sect ion 9). Th i s 
locat ion is about 5 /8 mi le south of the West Wel l . 
The ground e leva t ion is 630t ft. 
The wel l was " s h o t " as d e s c r i b e d in Table 3 . 
T A B L E 3 
Between Depths 
1880 to 1930 ft. 
13 74 to 1430 ft. 
1374 to 1430 ft. 
1374 to 1430 ft. 
Cha rge 
800 lb . 100% n i t rogen ge l . 
850 lb . 100% n i t rogen ge l . 
600 lb . 100% n i t rogen ge l . 
400 lb . 100% n i t rogen ge l . 
T A B L E 4 
Hole R e c o r d 
24- in . f rom sur face to 551 ft. 
17 1/2-in. f rom 551 to 1010 ft. 
13 1/4-in. f r o m 1010 to 1710 ft. 
10.-in. f rom 1710 to 1951 ft. 
Cas ing R e c o r d 
24- in . ca s ing f rom 0 to 72 ft. 
18-in. od. c a s ing f rom 0 to 551 ft. 
13- in . l i n e r , 47 1/2 ft. long. 
a t b a s e of St. P e t e r s an d s to n e . 
The dri l ler reported that comparatively little 
sand was bailed from the well, following the 
shooting. The hole and casing record were r e -
ported to be as given in Table 4. 
The 18-in. casing was pressure grouted, using 
620. bags of cement, from 551 ft. to the ground 
surface. 
Three production tes ts were made, using State 
Water Survey calibrated measuring equipment. 
During the first tes t , made on Mar. 29, 1949, sev-
era l cu. yd. of sand were discharged and, following 
the tes t , the dri l ler estimated that 25 to 30 cu. yd. 
of sand were removed from the well. In the second 
production test the top of the test-pump was set at 
500 ft. or 80 ft. lower than in the first test . On 
May 4, 1949, before the test; the water level was 
360 ft. below the pump base (3 1/2 ft. above ground 
level). After 24-hr. pumping at a rate of 870 gpm., 
the drawdown was 118 ft. One hour and thirty 
minutes after stopping the pump the water level 
was 400 ft. Pumping was resumed, and after 4 hr . , 
at a final rate of 890 gpm., the drawdown was 112 
ft. One hour and fifteen minutes after stopping 
Bellwood - 5 
the pump the water level was 399 ft. 
In an attempt to get a sustained yield of 1000 
gpm. the pump was rebuilt and a third production 
test was made on May 24-25, 1949. Before the 
test was started the water level was 360 ft. b e -
low the pump base . Pumping was started at 810 
gpm. and at 20 hr . the rate was 940 gpm. and the 
water level had become stabilized at 486 ft. or a 
drawdown of 126. ft. The specific capacity was 
7.6 gpm. per ft. of drawdown. At the end of 24-
hr . pumping in the previous production test on May 
5, the specific capacity was 7.4. 
Analysis of a sample (Lab. No. 118,152) col-
lected May 4, 1949 after 19 1/2-hr. pumping at 890 
gpm. showed this water to have a hardness of 8.2 
gr . per gal., a residue of 655 gpm. and an iron con-
tent of 0.5 ppm. 
All water has been chlorinated since 1936. 
Total metered pumpage averages 850,000 gpd. 
ranging from 710,000 gpd. in winter to 1 mgd. in 
summer. 
Illinois State Water Survey - Bulletin No. 40 
A subdivision known as McIntosh & Co. 's High-
wood Addition to Belmont (500) is located south of 
Chicago, Burlington & Ouincy Railroad and east 
of Belmont Road to Cornell Avenue. A water sup-
ply was installed under private ownership which 
has been leased and operated by the Suburban Wa-
ter Co. 
Water is obtained from a well drilled to a 
depth of 143 ft. by O. K. Hawkyard, Downers 
Grove, in 1924 and located about 530 ft. south of 
the center line of the Chicago, Burlington & Quincy 
Railroad and 230 ft. east of Belmont Road (approxi-
mately 2400 ft. N. and 1000 ft. W.of the S. E. cor -
ner of Section 12, T. 38 N., R. 10 E.). 
The well is reported to be cased with 5-in. 
BELMONT 
Du Page County 
June 14, 1947 
pipe to limestone at a depth of 58 1/2 ft. The 
ground surface elevation is 690± ft. MSL. datum. 
In June 1947 the estimated pumpage was 15,000 
gpd. The existing pump installation, made in 
1936, i s : 90 ft. of 3 1/2-in. od. column pipe; 4-
in., 16-stage Pomona turbine pump, No. N2353, 
having a rated capacity of 80 gpm. against a head 
of 190 ft. at 3500 rpm.; the overall length of the 
pump is 74 in.; 7 1/2-hp. Westinghouse electric 
motor. The airline is defective. 
Analysis of a sample (Lab. No. 110,602) col-
lected June 9, 1947 after several hours of inter-
mittent pumping at 80 gpm. showed this water to 
have a hardness of 24.4 gr .per gal., a residue of 
471 ppm., and an iron content of 0.2 ppm. 
LABORATORY NO. 110,602 
Illinois State Water Survey - Bulletin No. 40 
The original water supply was installed by the 
city of Belvidere (8094) in 1891 when water was 
obtained from a well drilled to a depth of 1950 ft. 
The city water supply is now furnished by 4 deep 
wells, including the original well, which range in 
depth from 1800 to 1950 ft., and a fifth well having 
a depth of 610 ft. which was completed in Oct. 1945. 
Well No. 1, the original well, is located about 
60 ft. south of Meadow St. and 20 ft. east of Whit-
ney St. (or approximately 1170 ft. N. and 320 ft. 
E. of the S. W. corner of Section 25, T. 44 N., R. 
3 E.). The elevation of the ground surface is 763 
± ft. 
It was reported originally drilled to a depth of 
1950 ft. in 1891, cased to rock at a depth of 50 ft., 
below which the hole was 8 in. in diameter to a 
depth of 1000 ft., and 6 in. in diameter below 1000 
ft. At a later date the 6-in. hole was reamed to 8 
in. in diameter , and in 1930 the upper 100 ft. of 
the well was reamed to 16 in. in diameter and 16-
in. od. casing was placed from the surface to a 
depth of 70 ft. 
The well flowed over the top of the casing when 
completed and supplied demands for about a year 
when a suction pump was installed. The water 
was pumped to a collecting reservoir at the site, 
and the production of the well was estimated to 
be 400 gpm. The water level in 1896 was 6 ft. 
below the surface. In 1899 the water was found 
to have a hardness of 19.4 g r .pe r gal., a mineral 
content of 336 ppm., and an iron content of 0.15 
ppm. The nitrate, chloride, and sulfate contents 
were 1.6,7.0, and 11.6 ppm., respectively, indi-
cating the absence of any leakage from the drift 
and indicating the major portion of the water to 
be from the St. Peter sandstone or below at that 
t ime. 
BELVIDERE 
Boone County 
Feb. 25, 1947 
The suction pump was abandoned in 1918 
when air lift equipment was installed. During a 
1-hr. test on Dec. 7, 1921, after the pump had 
been idle for 1 hr . , a discharge of 540 gpm. was 
computed from reservoir levels. Before the test , 
the water level was 17 ft. below the top of the 
casing while Well No. 2, located 630 ft. northeast, 
was operating. 
In 1930 the following pump installation was 
made which is still in service: 70-ft. of 6-in. 
column pipe; 8-in., 5-stage Fairbanks Morse -
Price turbine pump, No. 21569, rated at 450 gpm., 
the overall length of the pump is 5 ft. 6 1/2 in; 
10 ft. of 6-in. suction pipe; 20-hp. Fairbanks Morse 
electric motor. 
After the installation of the turbine pumps in 
Wells No. 1 and 3, they could not be operated 
simultaneously without breaking suction, except 
when throttled down to a combined discharge of 
600 gpm., which was not considered practical . 
Consequently, their operating periods were ad-
justed to meet existing well conditions. 
The passage of water between the wells through 
a creviced limestone formation was inadvertently 
verified on an occasion when the check valve 
failed at Well No. 1, permitting the flow of water 
from the reservoir to the well. Water was pumped 
from Well No. 3 during this interval and increased 
its normal production 100 gpm. 
A non-pumping water level of 15 ft. below the 
pump base was observed in Sept. 1942 when Well 
No. 3, located 60 ft. northeast was also idle. 
A decrease in the production from Well No. 1 
became quite apparent by 1945 when the pump 
could no longer be operated at a rate of 400 gpm. 
LABORATORY NO. 108,333 
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without breaking suction. Decreasing the rate of 
pumpage to 300 gpm. has permitted the use of the 
well as an auxiliary supply unit. For the period 
from Nov. 1 to 15, 1946 it contributed 2 1/4% of 
the total pumpage. 
Analysis of a sample (Lab. No. 108,333), col-
lected Nov. 14, 1946 after 20-minute pumping at 
280 gpm., showed the water from Well No. 1 to 
have a hardness of 28.2 gr. per gal., a residue of 
559 ppm., and an iron content of 0.7 ppm. 
Well No. 2 is located at the foot of Caswell 
St. about 49 ft. north of the south line of Meadow 
St. and 15 ft. east of the west line of Caswell St. 
(or approximately 1630 ft. N. and 760 ft. E. of the 
S.W. corner of Section 25.) The elevation of the 
ground surface is 763 ft. 
It was originally drilled in 1901 to a reported 
depth of 1861 ft. and cased to rock, below which 
the hole was 8 in. in diameter to the bottom. In 
1937 the top 100 ft. was reamed to 15 in. in dia-
meter and 50 ft. of 12-in. diameter casing was 
placed below the bottom of an 8-ft. pump pit. 
When the well was originally completed, the 
water level was 3 ft. below the surface. Water 
was drawn from the well by suction pump placed 
at the ground surface until 1916 when the suction 
pump was placed in a pit 8 ft. deep. Pumping by 
suction was discontinued in 1922, and the well was 
out of service until 1929 when the following pump 
installation was made which is still in service: 
70 ft. of 6-in. column pipe; 8-in., 7-stage Ameri-
can Well Works turbine pump, Shop No. 54628, 
rated at a capacity of 450 gpm. against a head of 
85 ft.; the overall length of the pump is 4 ft. 
6 1/4 in.; 6 ft. of 6-in. suction pipe; 20-hp. Gen-
eral Electr ic motor. 
In 1941 the non-pumping water level was 10 
ft. below the pump base or 15 ft. below the ground 
surface, and the drawdown was 20 ft. when pump-
ing at 425 gpm. 
Analysis of a sample (Lab. No. 108,334) col-
lected Nov. 15, 1946 after 30-minute pumping at 
3 70 gpm., showed the water in Well No. 2 to have 
a hardness of 29.3 gr. per gal., a residue of 582, 
and an iron content of 0.2 ppm. 
Well No. 3 is located about 60 ft. south of Mea-
dow St. and 80 ft. east of Whitney St. (or approxi-
mately 1210 ft. N. and 370 ft. E. of the S. W. cor -
ner of Section 25). The elevation of the ground 
surface is 765± ft. 
This well was drilled in 1908 by J. P. Miller 
Artesian Well Co., Brookfield, to a depth of 1803 
ft. and cased with 10-in. diameter pipe to rock at 
a depth of 50 ft. below which the hole was 8 in. in 
diameter to the bottom. In 1930 the upper 100 ft. 
was reamed to 16 in. in diameter and 16-in. od. 
casing placed from the surface to a depth of 70 
ft. 
When the well was completed in 1908, the water 
level was 8 ft. below the surface. Water was 
pumped with a suction lift pump until 1921 when 
it was replaced by air lift. 
Wells No. 1 and 3 had a combined production 
of 800 to 850 gpm. in 1921. When pumped daily 
for 112 days in 1923, their combined production 
averaged 630 gpm. 
In May 1924 the pump in Well No. 3 was op-
erated continuously and furnished the entire sup-
ply. On May 26 when the compressor was running 
72 rpm., the discharge was 490 gpm.; and when 
operating at a rate of 56 rpm., the discharge was 
418 gpm. The air line was 185 ft. long. 
Belvidere - 3 
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The following pump installation, made in 
1930, is in service: 80 ft. of 6-in. column pipe 
(10 ft. of additional column pipe is included, which 
was placed in Mar. 1941); 10-in., 3-stage F a i r -
banks, Morse-Pr ice turbine pump, No. 22263, 
rated at 600 gpm.; the overall length of the pump 
is 3 ft. 3 in.; 10 ft. of 6-in. suction pipe; 20-hp. 
Fairbanks-Morse electric motor. 
On Sept. 14, 1942 a water level of 90 ft. be-
low the pump base was observed after 4 1/2-hr. 
pumping at an average rate of 497 gpm. Well No. 
1 served as a standby unit, Well No. 3 served as 
an auxiliary supply unit, and Well No. 4 was in 
use during a production test . 
In Feb. 1944 a non-pumping water level of 
Sample-study log of Well No. 4 furnished by the State Geological Survey: 
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17 ft. below the pump b a s e was r e p o r t e d in Well 
No. 3; and 4 h r . af ter pumping at a r a t e of 400 to 
425 gpm. , the pump would b r e a k suct ion. The 
pump i s now o p e r a t e d a t night as an a u x i l i a r y s u p -
ply unit and wil l ma in t a in a pumping r a t e of 380 
g p m . wi thout b r e a k ing suc t ion . F o r the p e r i o d 
f r o m Nov. 1-15, 1946, Well No. 3 cont r ibu ted 
19 1/2% of the to ta l pumpage . 
Ana lys i s of a s amp le (Lab . No. 108,335), c o l -
lec ted Nov. 14, 1946 after 12 -min . pumping at 350 
g p m . , showed the w a t e r f r o m Well No. 3 to have 
a h a r d n e s s of 27.8 g r . pe r ga l . , a r e s i d u e of 557 
ppm. , and an i r o n content of 0.1 p p m . 
Well No. 3 was e l e c t r i c a l l y logged on A p r . 28, 
1944 by the Hal l ibur ton Oil Well Cement ing Co . 
Well No . 4 is loca ted about 70 ft. south of E a s t 
Madison St. and 45 ft. e a s t of Nor th Main St. (or 
a p p r o x i m a t e l y 2310 ft. S. and 460 ft. W. of the N. E. 
c o r n e r of Sect ion 26). The e leva t ion of the top of 
the cas ing is 778± ft. 
The wel l was d r i l l ed by S. B. Ge ige r & Co . , 
Chicago , in Sept . 1942, to a depth of 1800 ft. It 
was d r i l l ed to a d i a m e t e r of 24 in . f rom the s u r -
face to a depth of 152 ft. and c a s e d with 152 ft. of 
16- in . od. wi . c a s ing , the annu la r space outs ide of 
which was c e m e n t g rou ted . Below the 152-ft . 
depth, the hole is 16 in . in d i a m e t e r to the b o t t o m . 
A produc t ion t e s t was r e p o r t e d on Sept . 14-
15, 1942. The wa te r l eve l was 30 ft. below the 
top of the cas ing when dr i l l ing was comple t ed ; and, 
after 2 1 - h r . pumping a t 1275 gpm. , the drawdown 
was 73 1/2 ft. 
The following pump i n s t a l l a t i o n , made about 
May 1, 1943, is in s e r v i c e : 100 ft. of 8 - in . c o l -
umn pipe; 12- in . , 3 - s t age A m e r i c a n Well Works 
t u rb ine pump, No. 66400, r a t e d at a capac i ty of 
1000 gpm. aga ins t 150 ft. of head ; the o v e r a l l 
length of the pump is 4 ft. 5 9 /16 in . ; 100 ft. of 
a i r l ine; 10 ft. of 8- in . suct ion pipe; 50 -hp . U. S. 
e l e c t r i c m o t o r . 
After the above equ ipment was in s t a l l ed , a 
p roduc t ion t e s t was m a d e by the State Wa te r S u r -
vey on May 4, 1943. When pumping at a r a t e of 
1285 g p m . the w a t e r l eve l was lowered below the 
100-ft. a i r l ine , and the pump b r o k e suct ion af ter 
4 - h r . pumping a t th i s r a t e . 
T h i s wel l was p laced in s e r v i c e in May 1943 
with i n t e r m i t t e n t pumping unti l D e c . 1945. Since 
then pumping h a s been da i ly , and f r o m Nov. 1 to 
15, 1946 has a v e r a g e d 403,700 g p d . , o r 52 3 /4% 
of the to t a l pumpage for t h i s p e r i o d . Pumping is 
at a r a t e of 1150 gpm. aga ins t 20 p s i . p r e s s u r e , 
and the d i s c h a r g e is into a ground r e s e r v o i r a t 
the s i t e . At t h i s r a t e of pumping, the pumping 
wa te r l eve l cannot be o b s e r v e d with the 100-ft. 
a i r l i ne . On Nov. 22, 1946 a w a t e r l eve l of 33 ft. 
be low the pump b a s e was r e p o r t e d af ter a 1 4 - h r . 
idle p e r i o d . 
Ana lys i s of a s a m p l e (Lab . No. 108,336) c o l -
T A B L E 1 
Hole R e c o r d 
18 - in . f r o m 0 to 152 ft. 
12- in . f rom 152 to 610 ft. 
Cas ing R e c o r d 
18- in . od. f r o m +2in. to 44 ft. 10 in . 
12- in . id . f rom +3 in . to 151 ft. 9 in . 
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lected from the pump discharge on Nov. 15, 1946 
after 2-hr. pumping at 1000 gpm., showed the 
water in Well No. 4 to have a hardness of 19.2 
gr. per gal., a residue of 361 ppm., and an iron 
content of 0.4 ppm. 
Well No. 5 is located about 25 ft. south of 
West Fifth St. and 145 ft. east of Union Ave. (or 
approximately 1980 ft. S. and 315 ft. W. of the 
N . E . corner of Section 35, T. 44 N., R. 3 E.). The 
elevation of the top of the casing is 800± ft. 
This well was drilled by S. B. Geiger & Co. to 
a depth of 610 ft. and completed in Oct. 1945. 
The dr i l l e r ' s hole and casing diameter record 
is given in Table 1. 
The annular space on the outside of the 12-in. 
casing was cement grouted. 
A production test was conducted by the State 
Water Survey on Oct. 15-16, 1945. Before the 
test , the water level was 50 ft. below the top of 
the casing; and after 20-hr. pumping at 735 gpm., 
the drawdown was 31 1/2 ft. 
Analysis of a sample (Lab. No. 104,558) col-
lected Oct. 16, 1945 after 24-hr. pumping at 755 
gpm., showed the water in Well No. 5 to have a 
hardness of 18.4 gr. per gal., a residue of 340 
ppm., and an iron content of 0.2 ppm. 
On, Nov. 15, 1946 the concrete pump founda-
tion and the pump house were completed. The 
top of the concrete pump foundation is about 2 ft. 
above the ground surface. 
The following pumping equipment is in se rv -
ice: 110 ft. of 8-in. column pipe; 3-stage, 12-in. 
American Well Works all-bronze turbine pump, 
No. 71841, rated at 600 gpm. against a total head 
of 225 ft.; 110 ft. of 1/4-in. black-iron pipe air 
line; 20 ft. of 8-in. suction pipe; 60-hp. U. S. 
electric motor. 
All water for the public supply has been chlor-
inated since 1941. 
Pumpage has been metered since Apr. 1,1931, 
and the records show: 
The maximum pumpage in any one month was 
for July 1946 when the average was 974,145 gpd. 
In the same month, the 4 wells supplied water as 
given in Table 2. 
TABLE 2 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the vi l -
lage of Bement (1466) in 1894. 
Water was obtained originally from 2 wells, 
each 6 in. in diameter, and 137 and 140 ft. in 
depth. The wells were located at the pumping 
station on Bodman St., east of Champaign St. (or 
approximately 100 ft. N. and 2800 ft. W. of the 
S. E. corner of Section 18, T. 17 N., R. 5 E.). 
The ground surface elevation is 680± ft. The 
pumping equipment consisted of double-acting 
pumps with 3 1/4-in. cylinder and 24-in. stroke. 
In 1917, with the cylinders set at 119 ft., the wa-
ter level in one well was 70 ft., when operating 
the pump in the other well. Water was not drawn 
to the bottom of the cylinder, when pumping at the 
maximum ra te , which was probably 50 gpm., from 
each well. 
One of the wells was abandoned about 1930 and 
the other (west) well about 1938. Both wells have 
been capped and sealed with concrete. 
Analysis of a sample (Lab. No. 39683) col-
lected June 27, 1918 showed this water to have a 
hardness of 17.7 gr . per gal., a mineral content 
of 505 ppm., and an iron content of 1.5 ppm. 
BEMENT 
Piatt County 
Sept. 10, 1948 
Several wells have been drilled into sand and 
gravel, some on the same lot with the old wells. 
One was drilled near the center of the village, 
and 3 or 4 were drilled along the north side of the 
Wabash Railroad, about 900 ft. west and north of 
the old wells. One of these wells was used for a 
t ime. The casings of all wells have been pulled, 
and the wells filled and partly plugged with con-
cre te . 
In 1917, a well was drilled, near the old wells, 
to a depth of 275 ft. When drilling reached 140 
ft., in sand, a screen was installed. During a p ro -
duction test , sand flowed into the well and the 
yield was small . When drilled to 275 ft., rock 
was encountered at 209 ft. The well was cased 
with 12-in. pipe to 140 ft., and with 6-in. pipe 
from 140 to 211 ft. below which the hole was 
finished in rock at 6-in. diameter. 
In 1917, the non-pumping water level was 26 
ft. and when pumping at 70 gpm. the drawdown was 
38 3/4 ft. 
The well was repaired in 1936 but was not r e -
turned to service. It was capped with concrete and 
sealed. 
Correlated dr i l l e r ' s log of well drilled in 1924 furnished by the State Geological Survey: 
2 - Bement 
Analysis of a sample (Lab. No. 37776) collec-
ted Aug. 11, 1917 showed this water to have a 
hardness of 32.2 gr. per gal., a mineral content 
of 1545 ppm., and an iron content of 2.7 ppm. 
In 1910, the village entered into a 10-hr. pump-
ing contract with the local electr ic light company, 
to supply water to the village. The light company 
pumped water to the village for a few years and 
then the village took charge of the plant. The well 
was abandoned and the casing removed. 
In 1924, a well was drilled to a depth of 1184 
ft. by Meister Bros . , Tuscola, and located about 
40 ft. east of the old well used by the light com-
pany when it supplied water to the village, (ap-
proximately 350 ft. N. and 1800 ft. E. of the S. W. 
corner of Section 18). During drilling, water 
from the lowest sand stratum, between depths of 
1153 and 1180 ft. raised about 800 ft. When the 
drilling reached 1184 ft. water from a sandstone 
stratum flowed over the top of the casing, 18 in. 
above ground, but was too salty and was cased out 
before drilling continued. Later the casing was 
removed and the hole filled. The ground eleva-
tion is 680± ft. 
A well was then drilled to a depth of 208 ft. 
by Meister Bros . , and located in the southeast 
corner of the pumping station, about 30 ft. south-
east of the old west well, drilled in 1894. The 
well was repaired and deepened to 215 ft. in 
1936 by L.R. Burt, Decatur. When repa i r s were 
completed, the well was reported to be cased 
with 184 ft. of 6-in. pipe, 21 ft. of 4 7/8-in. pipe 
and 10 ft. of Johnson screen, having No. 40 slot 
openings. Inability to remove some of the old 
casing was explained as the reason for the 4 7 /8 -
in. casing. 
The well was used until Well No. 5 was placed 
in service. It has been capped and sealed with 
concrete. 
Well No. 5 was drilled in 1937 to a depth of 
139 ft. by Layne-Western Co., Chicago, and lo-
cated on the east side of Macon St. between Bond 
and Fremont St. (or approximately 1320 ft. S. and 
1320 ft. E. of the N. W. corner of Section 19). 
The well was gravel-packed with a 28-in. dia-
meter outer casing and an 18-in. inner casing. 
The latter casing was set from 0 to 109 ft. below 
which was 30 ft. of Layne shutter screen, the up-
per 15 ft. being Layne No. 7 and the lower 15 ft. 
being No. 5. Large boulders and clam shells 
were removed from the hole during the construc-
tion of the well. 
A production test was made by the dril ler on 
Sept. 14, 1937. After 10-hr. pumping at 550 gpm. 
the drawdown was 49 ft. from a static water 
level of 32 1/2 ft. below the top of the inner casing. 
On Sept. 3, 1948 the water level was 39 ft. and 
after 30-minutes pumping at 475 gpm. the draw-
down was 42 ft. 
Well No. 5 is the sole source of public supply. 
In Sept. 1947, a new bowl assembly was installed. 
The pumping equipment now consists of 114 ft. of 
6-in. column pipe; 10-in., 6-stage Layne turbine 
pump, rated at 500 gpm. against 158 ft. of head; 
the overall length of the pump is 5 ft. 4 1/2 in.; 
129 ft. of 1/4-in. copper tubing air line; 10 ft. of 
6-in. suction pipe; 40-hp., 1765 rpm., General 
Electric motor No. 5416625. The pump base is 
2 ft. above ground level and the top of the air line 
is 10 in. above pump base. 
Analysis of a sample (Lab. No. 115,722) col-
lected Sept. 3, 1948 after 30-minutes pumping at 
475 gpm., showed this water to have a hardness 
of 18.7 gr. per gal., a residue of 444 ppm., and an 
iron content of 0.4 ppm. 
Pumpage is estimated to average 127,000 gpd. 
LABORATORY NO. 115,722 
I l l ino i s Sta te Water Survey - Bul le t in No. 40 
A public wa te r supply was in s t a l l ed by the v i l -
lage of Bensenv i l l e (1869) in 1925. 
The in i t i a l supply was obta ined f r o m a wel l 
d r i l l ed to a depth of 1445 ft. by W . L . Thorne Co . , 
D e s P l a i n e s , and loca ted about 50 ft. e a s t of York 
Road and 400 ft. no r th of the Ch icago , Milwaukee 
& St. P a u l R . R . m a i n line ( a p p r o x i m a t e l y 2530 ft. 
S. and 80 ft. E. of the N. W. c o r n e r of Sect ion 13, 
T . 40 N . , R. 11 E . ) . The e leva t ion a t the pump 
b a s e is 676.9 ft. 
The d r i l l e r ' s r e c o r d of hole and cas ing d i a -
m e t e r s i s given in Tab le 1 . 
T A B L E 1 
Hole R e c o r d 
12- in . f rom 114 to 334 ft. 
8- in . f r o m 785 to 1060 ft. 
6 - in . f r o m 1269 to 1445 ft. 
Cas ing R e c o r d 
12- in . f r o m 0 to 114 ft. 
10- in . l i ne r f rom 2 i 8 to 334 ft. 
8- in . l iner f r o m 328 to 785 ft. 
7 - in . l i ne r f r o m 1060 to 1163 ft. 
6 - in . l iner f r o m 1163 to 1269 ft. 
After comple t ion of the wel l and the i n s t a l l a -
t ion of a p lunger pump s o m e produc t ion t e s t s w e r e 
m a d e . Before the t e s t s , the w a t e r l eve l was 
168 1/2 ft. be low the pump b a s e and when pumping 
at 147 g p m . , the drawdown w a s 23 1/2 ft. and when 
pumping at 176 g p m . , the drawdown w a s 35 1/2 ft. 
After the wel l had been in s e r v i c e for s e v e r a l 
y e a r s , c o n s i d e r a b l e p u m p t r o u b l e was e x p e r i e n c e d 
n e c e s s i t a t i n g r e p e a t e d shutdowns and the wel l was 
BENSENVILLE 
Du P a g e County 
June 14, 1947 
used only occas iona l ly be tween the pe r iod of 1929 
and 1938. 
In M a r . 1938, the exis t ing p lunger pump was 
r e m o v e d , and the wel l was sounded. The d i s t ance 
to w a t e r was 234 1/2 ft. be low the pump b a s e , and 
the hole was found b r i d g e d at a depth of 1091 ft. 
The wel l w a s r e p o r t e d c leaned to a depth of 1440 
ft. At t h i s t i m e , a new t u r b i n e p u m p was se t at a 
depth of 330 ft. and on May 23 -24 , a p roduc t ion 
t e s t w a s conducted by the State Water Survey . 
While pumping at 145 g p m . aga in s t a p r e s s u r e of 
53 p s i . , the d rawdown was 67 1/2 ft. f r o m a n o n -
pumping w a t e r l eve l of 234 ft. below the pump 
b a s e . After an addi t iona l 17 1/2-hr . pumping at 
a r a t e of n e a r l y 200 gpm. , a p p a r e n t e q u i l i b r i u m 
w a s a t t a ined with a d rawdown of 96 ft. 
Fol lowing the in s t a l l a t i on , the wel l was in 
dai ly s e r v i c e unti l about 1946. Dur ing th i s i n t e r -
v a l , the non-pumping w a t e r l eve l showed a s t eady 
r e c e s s i o n . In July 1943, the non-pumping w a t e r 
l eve l was 290 ft. be low the pump b a s e , and in May 
and June , 1944, the non-pumping w a t e r l eve l 
showed a s teady r e c e s s i o n . In July 1943, the n o n -
pumping w a t e r l eve l a v e r a g e d 295 ft. be low the 
p u m p b a s e . On Aug. 7 and 8, 1945, af ter i den t i ca l 
id le p e r i o d s of 8 h r . each , the non-pumping wa te r 
l eve l was 305 ft. 
The wel l was out of s e r v i c e dur ing the g r e a t e r 
p a r t of 1946 due to pumping di f f icul t ies . The 
pump was pul led in Nov. 1946 and the depth was 
found to be 1430 ft. The following ins ta l l a t ion 
was made at ' that t i m e : 450 ft . of 5 - in . co lumn 
p ipe , 7 - in . , 2 6 - s t a g e P e e r l e s s t u rb ine pump , 
S e r i a l No. 33302, a l l b r o n z e bowls having a r a t e d 
capac i ty of 250 gpm. aga in s t 425 ft. of head ; the 
o v e r a l l l ength of the 'pump is 15 ft. 9 in . ; 30 ft. 
of 4 - i n . suct ion p ipe , and s t r a i n e r ; 450 ft. of a i r 
l ine ( lower 120 ft. b r a s s pipe and upper 330 ft. 
LABORATORY NO. 108,416 
2 - Bensenville 
iscopper tubing); 50-hp. General Electric motor. 
A production test of 2 hr . duration was made 
on Nov. 26, 1946 with no other pumping. During 
this period when pumping at 245 gpm. to free 
discharge the drawdown was 96 ft. from a non-
pumping water level of 317 1/2 ft. below the pump 
base. The pump in Well No. 2 was then started 
and, during simultaneous operation, an additional 
drawdown of 5 ft. was observed in Well No. 1, but 
no appreciable decrease in discharge. On May 
15, 1947, with no pumping in either well, the wa-
ter level in No. 1 was 313 ft. and after pumping 
2 hr . at 225 gpm. in Well No. 1 only, the drawdown 
was 84 1/2 ft. With no pumping in Well No. 1 and 
after 3-hr. pumping at 300 gpm. in Well No. 2, the 
water level in No. 1 was 327 1/2 ft. 
Analysis of a sample (Lab. No. 108,416) col-
lected Nov. 19, 1946 after 6-hr. pumping showed 
this water to have a hardness of 16.0 gr. per gal., 
a mineral content of 400 ppm., and an iron con-
tent of 0.7 ppm. The general character indicates 
the presence of some water from the Silurian sys -
tem. 
Well No. 2 was drilled to a, depth of 1442 ft. 
by W. L. Thorne Co. in 1929 and located about 
25 ft. south and 75 ft. east of Well No. 1. The 
elevation at the pump base is 675.6 ft. 
The hole and casing record is given in Table 2. 
TABLE 2 
Hole Record 
22-in. from surface to 106 ft. 
20-in. from 106 to 322 ft. 
15-in. from 322 to 622 ft. 
12-in. from 622 to 1300 ft. 
10-in. from 1300 to 1442 ft. 
Casing Record 
20-in. from surface to 108 ft. 
17-in. from 98 to 322 ft. 
12-in. from 301 to 622 ft. 
10-in. liner from 1083 to 1165 ft. 
10-in. liner from 1244 to 1300 ft. 
Sample-study log of Well No. 2 furnished by the State Geological Survey: 
The well was placed in service shortly after 
the installation of a turbine pump in Feb. 1930. 
The pump had a rated capacity of 300 gpm. against 
325 ft. of head and was attached to 300 ft. of 6-in. 
id. column pipe. It remained in service until 
1943 when it began to pump a i r . It was replaced 
in May 1944 as follows: 354 ft. of 6-in. column 
pipe;.10-in., 10-stage Peer l e s s turbine pump (all 
bronze bowls) having a rated capacity of 350 gpm. 
against 385 ft. of head; the overall length of the 
pump is 7 ft. 5 in.; 20 ft. of 6-in. suction line and 
18-in. length of tapered strainer; 354 ft. of 1/4-
in. b rass air line;50-hp. General Electric motor. 
Two production tests of 6 hr . each were made 
on May 16 and 17, 1944. After 4 1/2 hr . of pump-
ing from Well No. 2 only on May 16, 1944 at an 
average rate of 3 25 gpm., the drawdown was 
43 1/2 ft. from a non-pumping water level of 304 
ft. below the pump base. Continuing the test for 
1 1/2 hr . and with simultaneous pumping from 
Bensenville - 3 
both wells, there was an additional drawdown of 
5 ft. and a reduction-in rate to 300 gpm. On May 
15, 1947, with no pumping in either well for 2 
hr . , the water level in No. 2 was 320 ft. After 2-
h r . pumping in Well No. 1 only, the water level 
in Well No. 2 was 327 ft. With no pumping in 
Well No. 1, after 3-hr. pumping in Well No. 2, 
the drawdown was 30 1/2 ft. 
Analysis of a sample (Lab. No. 110,309) col-
lected May 15, 1947, after 3-hr. pumping, showed 
this water to have a hardness of 14.7 gr. per gal., 
a residue of 378 ppm., and an iron content of 0.4 
ppm. The general character is typical for wa-
t e r s from the St. Peter-Galesville sandstone in 
this vicinity. 
The metered pumpage from May 1, 1946 to 
May 1, 1947 averaged 151,100 gpd. varying from 
a winter average of 137,000 gpd. to a summer 
average of 170,000 gpd. 
LABORATORY NO. 110,309 
Illinois State Water Survey - Bulletin No. 40 
A public water supply for the village of Benson 
(358) was installed in 1889. 
A well, located in the west part of town, was 
dug and bored to a depth of 50 ft. and equipped 
with a steam pump and boiler. 
In 1900, the water supply became inadequate. 
A new well, called No. 2, was dug on a vil lage-
owned plot at the south corner of Linn and P leas -
ant St. (or approximately 1200 ft. S. and 175 ft. 
E. of the N. W. corner of section 33, T. 28 N., 
R. 1 E.). The elevation of the ground surface is 
760± ft. 
The well is 80 ft. deep and constructed as 
follows: 20 ft. dug to a diameter of 20 ft.; 20 to 
50 ft. dug to a diameter of 14 ft.; and from 50 to 
80 ft. two holes were bored and cased with 2-in. 
pipe. Gauze s t ra iners were placed on the bot-
tom of the casing in sand and gravel. The walls 
of the dug portion were 13 in. in thickness and 
constructed with brick laid in lime plaster . 
The well was equipped with an American Well 
Works deep-well double-acting pump with a 5 3 /4 -
in. by 10-in. cylinder placed at a depth of 48 ft. 
In 1915, it was reported that the non-pumping 
water level, during rainy seasons, was 6 to 8 ft. 
below the top of the well, and during dry weather 
periods, the water level receded to within 6 or 8 
ft. of the bottom of the dug portion of the well. 
In 1938, three test wells, 4 in. in diameter, 
were drilled by Barnes Bros . , Metamora. One 
tes twel l , located justwest of the pumping station, 
was reported to penetrate 4 ft. of water-bearing 
stratum at a depth of 80 ft. and to encounter soap-
stone at 100 ft. A second test well, near the e le -
BENSON 
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vated tank, was abandoned because of lack of wa-
te r . The third test well, located one block east 
and one block north of the tank, showed some 
promise of an adequate water supply. 
In 1939, a-well was drilled by Chris Ebert , 
Washington, near the location of the third test 
well. Fine sand was encountered, and the yield 
was low. The casing was pulled, and Well No. 3 
was dug at the same location on the north side of 
the railroad t racks at the southwest corner of 
Front and Greene St. (or approximately 700 ft. S. 
and 1225 ft. E. of the N. W. corner of Section 33). 
The well is 72 ft. deep and 8 ft. in diameter at 
the top. It is lined with reinforced concrete, 6 in. 
in thickness to a depth of 60 ft. Steel r ings , 
which would pass inside the concrete curb, were 
placed in the bottom part of the well, and a wall 
of brick was laid up inside the r ings. 
When Well No. 3 was placed in operation, all 
other wells were abandoned, and the pump from 
Well No. 2 was placed in Well No. 3. The cyl-
inder is set at 65 ft., and power is furnished by a 
5-hp. Century electric motor. 
When Well No. 3 was completed, the non-
pumping water level was reported to be 27 ft. be-
low the top, and the production was 100 gpm. At 
present , the non-pumping water level is estimated-
to be 32 ft. below the top of the well. 
Analysis of a sample (Lab. No. 109,421) col-
lected Mar. 4, 1947, showed the water from Well 
No. 3 to have a total hardness of 30.7 gr. per gal. , 
a residue of 610 ppm., and an iron content of 7.1 
ppm. 
Pumpage is estimated at 4800 gpd. 
LABORATORY NO. 109,421 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
village of Berkeley (724) in 1914. Two limestone 
wells have constituted the principal source of the 
water supply. 
Well No. 1, which is reported to be 205 ft. 
deep, is located near the center of Lot 36, Block 
2 (or approximately 3500 ft. S. and 1650 ft. E. of 
the N. W. corner of Section 7, T. 39 N., R. 12 E.). 
It is reported to be cased to rock with 65 ft. of 
10-in. pipe. The elevation of the pump base is 
678± ft. 
This well serves as an auxiliary supply unit 
and is equipped with: 180 ft. of 4 1/2-in. column 
pipe; 5 1/2-in., 14-stage Pomona turbine pump, 
rated at 80 gpm. against a head of 180 ft.; the 
pump is 71 in. iong; 10 ft. of 4 1/2-in. suction 
pipe; 7 1/2-hp. Westinghouse electric motor. An 
air line, 180 ft. long, was installed but it is de-
fective. No water levels are available. 
An older well, concerning which little infor-
mation is available, was located about 15 ft. south 
of Well No. 1. It is now abandoned and plugged.% 
Well No. 2 is 151 ft. deep and is located on 
Lot 9, Block 4 (or approximately 3 70 ft. S. and 
730 ft. E. of the N. W. corner of Section 18, T. 
39 N.,R. 12 E.). The ground surface elevation is 
685± ft. This well was drilled by A. D. Cook Co. 
of Lawrenceburg, Indiana in 1930, and is cased to 
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rock with 103 ft. of 10-in. pipe. A 1-hr. pumping 
test , made after the completion of the well, indi-
cated a capacity of 150 gpm. with a drawdown of 
8 ft. below a non-pumping water level of 44 ft. 
The following pumping equipment, installed in 
Dec. 1935, is still in place: 8-in., 9-stage Pomona 
turbine with a rated capacity of 200 gpm., and at 
a setting of 90 ft.; a regular s trainer but no suc-
tion line; 90 ft. of air line; 15-hp. U. S. electric 
motor. 
A non-pumping water level of 50 ft. below the 
pump base was reported in Dec. 1935, and 60 ft. 
on Jan. 9, 1944 and Feb. 6, 1944. During July 
1944 when the pump was in continuous operation 
the water level was 72 ft. 
Analysis of sample (Lab. No. 106,311), col-
lected on Apr. 27, 1946 after 4-hr . pumping at 
200 gpm. showed the water from this well to have 
ahardness of 27.2 g r . p e r gal. , a mineral content 
of 578 ppm., and general character which is not 
unusual for waters from wells of this depth in this 
vicinity. A previous sample, collected Nov. 30, 
1937, was shown to have an iron content of 0.4 
ppm., a hardness of 23.6 gr. per gal. , and a min-
eral content of 481 ppm. 
The combined metered pumpage for the year 
1943 averaged 178,000 gpd., which included an 
average metered consumption of 51,500 gpd. by 
the City Fuel & Ice Co. The water is not treated. 
LABORATORY NO. 106,311 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed in 1942 
for the village of Bethalto (1207). 
Well No. 1 was completed in Mar. 1942 to a 
depthof 94 ft. by Thorpe Concrete Well Co., Alton, 
and was located about 2 miles southwest of Beth-
alto, (or approximately 1595 ft. N. and 1227 ft. W. 
of the S.E. corner of Section 22, T. 5 N., R. 9 W.). 
The ground elevation at the well site is 440± ft. 
The well was cased from the ground surface to 
48 ft. with blank concrete pipe and from 48 to 92 
ft. with porous concrete pipe. The concrete pipe 
was 30-in. id. and 40-in. od. A concrete plug and 
cutting shoe was placed from 92 to 94 ft.' 
A production test was made by the State Water 
Survey on Mar. 11-12, 1942. The static water 
level before the test was 41 1/2 ft. below the top 
of the casing, and after 10-hr. pumping at 305 
gpm., the drawdown was 4 1/4 ft. Frequent ob-
servations in a 6- in. test hole, about 50 ft. south-
west from Well No. 1 failed to show any effect of 
pumping in Well No. 1. 
The pumping equipment consists of 70 ft. of 
5-in. id. column pipe;.8-in., 13-stage American 
Well Works turbine pump, No. 66066, rated at 
200 gpm. against 300 ft. of head at 1760 rpm.; 
overall length of pump is 8 1/2 ft.; 70 ft. of air 
line; 10 ft. of 5-in. id. suction pipe; 20-hp., 1800 
rpm. , U. S. electric motor, No. 282690. 
The pump was cleaned recently and a leak 
repaired at the pump-head base . 
Well No. 2 was completed in Mar. 1942 to a 
depth of 95 1/2 ft. by Thorpe Concrete Well Co. 
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and located 125 ft. north of Well No. 1. The well 
was cased from the ground surface to 40 ft. with 
blank concrete pipe and from 40 to 93 1/2 ft. with 
porous concrete pipe. A cutting-shoe filled with 
concrete was placed from 93 1/2 to 95 1/2 ft. 
On Mar. 24, 1942 a production test was made 
by the State Water Survey. Before the test , the 
static water level was 43 1/2 ft. from the top of 
the casing and after 24-hr. pumping at 320 gpm. 
the drawdown was 5 ft. 2 in. Twenty minutes 
after stopping the pump, the water level was 44 ft. 
3 in. and 2 hr . later the water level was 44 ft. 
While pumping in Well No. 2 the water level in 
Well No. 1 was lowered 0.4 ft. 
The pumping equipment consists of 70 ft. of 
5 1/2-in. id. column pipe; 8-in., 13-stage Amer i -
can Well Works turbine pump, No. 66065, rated 
at 200 gpm. against 300 ft. of head at 1760 rpm.; 
overall length of pump is 8 1/2 ft.; 70 ft. of air 
line; 10 ft. of 5 1/2-in. id. suction pipe; 20-hp. 
1800 rpm. U. S. electric motor. No. 27482. The 
pump discharges at a rate of 170 gpm. 
The North and South Well pumps are usually 
alternated monthly. 
Analysis of a sample (Lab. No. 116,545) col-
lected Nov. 22, 1948 showed the water in Well 
No. 2 to have a hardness of 23.8 gr. per gal., a 
residue of 473 ppm., and an iron content of 0.2 
ppm. 
Chlorine is used occasionally at the elevated 
tank. 
Pumpage is estimated to average 163,000 gpd. 
LABORATORY NO. 116,545 
Illinois State Water Survey - Bulletin No. 40 
The village of Bethany (819) installed a pub-
lic water supply in 1936. 
In the search for a satisfactory source of sup-
ply, seven test wells were drilled in 1934 and 1935. 
An electr ical earth resist ivity survey was made by 
the State Geological Survey in 1935, following 
which four more test wells were drilled. 
Test Well No. 5 was drilled to a depth of 73 ft. 
in 1934 by C. S. Cumming, Gardner, and was lo-
cated about 100 ft. north and 100 ft. east of the 
intersection of Main and St. John St. (or approxi-
mately 2940 ft. N. and 1200 ft. W. of the S. E. cor -
ner of Section 22, T. 14 N., R. 4 E.) . The ground 
surface elevation is 655t ft. 
This well was four inches in diameter, with a 
four-inch diameter sand-point screen. 
A production tes twas made by the State Water 
Survey on Dec. 15, 1934, using a rig-operated 
plunger pump. After 3 hr . 45 min. pumping at a 
rate of 57 gpm.,the drawdown was 35.0 ft. from a 
non-pumping water level of 23.6 ft. below the 
ground surface. During the tes t , the water level 
in Test Well No. 1 located 70 ft. southwest, was 
lowered 19 ft. The rate of recovery of the water 
level was reported to be very slow. 
Analysis of a sample (Lab. No. 75,492) col-
lected Dec. 15, 1934, showed the water to have a 
hardness of 18.3 gr . per gal., a residue of 437 
ppm., and an iron content of 3.0 ppm. 
Test Well No. 7 was located at the western 
end of Robinson St. (or approximately 2180 ft. N. 
and 2300 ft. W. of the S. E. corner of Section 22). 
BETHANY 
Moultrie County 
July 5, 1948 
This well was sixinches in diameter, and was 
originally drilled to a depth of 104 ft. However, 
a caving formation was encountered between the 
depths of 68 and 71 ft., and when a production test 
was made by the State Water Survey on Jan. 14, 
1935, the well had filled to a depth of 65 ft. The 
well at that time produced 68 gpm. for 1 1/2 hr . 
with a drawdown of 36 ft. from a non-pumping 
level of 27 ft. below the ground surface. 
Test Well No. 8 was located 1680 ft. west of 
Well No. 7, (or approximately 2250 ft. N. and 1300 
ft. E. of the S. W. corner of Section 22). 
This well was 6 in. in diameter , 41 ft. deep, 
and equipped with a 6-in. Cook screen from 31 to 
41 ft. The screen had No. 100 slot openings. Sand 
and gravel was encountered between 33 1/2 and 38 
ft. 
A production test was made by the State Water 
Survey on Mar. 9, 1935. The well produced 30 
gpm. with a drawdown of 36 1/2 ft. from a non-
pumping level, which was at the ground surface. 
Analysis of a sample (Lab. NO. 75,771) col-
lected Mar. 11, 1935 showed the water to have a 
hardness of 19.3 gr . per gal., a residue of 450 
ppm., and an iron content of 5.0 ppm. 
Test Well No. 11 was drilled to a depth of 101 
ft. and located at the water works site about 300 
ft. west of Test Well No. 7 (or approximately 
2180 ft. N. and 2600 ft. W. of the S. E. corner of 
Section 22). 
The well was cased with six-inch pipe from 
the ground surface to a depth of 66 1/2 ft. An A. D. 
Sample-study log of Test Well No. 11 furnished by the State Geological Survey: 
2 - Bethany 
LABORATORY NO. 115,188 
Cook b ra s s screen, with No. 100 slot openings, 
was set below the bottom of the casing. 
A production test was made by the State Water 
Survey on June 21, 1935, using a gasoline engine-
driven dril l r ig . The well produced 103 gpm. 
with a drawdown of 23.8 ft. from a non-pumping 
water level of 23.8 ft. 
Permanent Well No. 1 was located at the site 
of Test Well No. 11. 
This well is of the gravel-pack type. A 24-
in. outer casing extends from one foot above to 
67 ft. 7 in. below the ground surface and a 12-in. 
inner casing extends from 2 ft. 4 in. above to 66 
ft. 3 in. below the ground surface. A 10-ft. s ec -
tion of 12-in. Cook wire-wound screen, with 
3 / l6 - in . slot openings, is attached to the bottom 
of the inner casing. 
A production test was made by the State Wa-
ter Survey on Oct. 23, 1935. For the first four 
hours and thirty minutes of the test , the pumping 
rate was 150 gpm., after which it was reduced to 
125 gpm. At the end of eight hours , the produc-
tion was 117 gpm. with a drawdown of 40 ft. 2 in. 
from a non-pumping water level of 29 ft. 10 in. 
The well is equipped as follows: 69 ft. of 5-
in. column pipe; 7-in. od. 8-stage A. D. Cook tu r -
bine pump, No. 1884, 42 3/8-in. overall length, 
and rated at 120 gpm. against 200 ft. of head; 10 
in. of 4-in. suction pipe; 15-hp. U. S. electr ic mo-
tor . 
In 1938, it was reported that the pump was op-
erated about 1 1/2 h r . per day. 
Analysis of a sample (Lab. No. 76,874) col-
lected Oct. 23, 1935, showed the water to have a 
hardness of 23.2 gr. per gal. , a residue of 449 
ppm., and an iron content of 2.7 ppm. Methane 
gas was present in the water in a concentration 
of 4.1 cu. ft. per 1000 gal. Hydrogen sulfide was 
also present . 
The following air line readings have been r e -
ported: 
Jan. 1944, non-pumping altitude gauge = 38 ft. 
after an. overnight res t period. 
Jan. 1944, pumping altitude gauge = 28 1/2 ft. 
after 7-hr. pumping. 
June 30, 1948, non-pumping altitude gauge = 38 ft. 
overnight recovery. Well No. 2 in service. 
July 1, 1948, non-pumping altitude gauge = 36 1/2 
ft. Wells 2 and 3 operating. 
Well No. 1 is maintained as an emergency 
stand-by unit. 
Wells No. 2 and 3 were drilled, each to a 
depth of 76 1/2 ft., by Cyrus Stevens, Findlay, 
and were placed in service in Dec. 1947. 
Well No. 2 is located 10 ft. south and 4 ft. east 
of Well No. 1 and was cased with 2 1/2-in. pipe, 
with five feet of b ras s screen at the bottom. 
Well No. 3 is located 14 ft. south of Well No. 
2 and was cased with 3-in. pipe, with five feet 
of b r a s s screen at the bottom. 
Wells No. 2 and 3 are equipped, each with 
identical Burks jet pumps and 1 1/2-hp. Wagner 
electric motors , operating at 3600 rpm. The 
pressure pipes are 1 1/4-in. diameter and the 
eductor pipes are 1 1/2-in. diameter. Both 
pumps d i s c h a r g e at a r a t e of 22 g p m . to the a e r a -
t o r a t the s i t e , and both p u m p s a r e i n daily s e r v -
i c e . 
Ana lys i s of a s amp le (Lab . No. 115,188) c o l -
lec ted July 1 , 1948 f rom Well No. 3 , after 2 4 - h r . 
pumping , showed the w a t e r to have a h a r d n e s s of 
19.2 g r . p e r ga l . , a r e s i d u e of 432 p p m . , and an 
i r o n conten t of 1.7 p p m . 
Bethany - 3 
All w a t e r i s a e r a t e d , f i l t e r ed and sof tened. 
A n a l y s i s of a s a m p l e ( L a b . No . 115,176) c o l -
l ec ted July 1, 1948 showed the t r e a t e d wa te r to 
have a h a r d n e s s of 4.2 g r . p e r ga l . , a m i n e r a l 
content of 470 p p m . , and an i r o n content of 0.2 
p p m . 
F r o m July 1, 1947 to July 1, 1948 the m e t e r e d 
t r e a t e d w a t e r a v e r a g e d 31,875 gpd. 
LABORATORY NO. 115,176 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the vi l -
lage of Biggsville (344) in 1902 or 1903. 
A well, having a diameter of 2 in., was drilled 
to a depth of 193 ft. and was equipped with a cyl-
inder pump. Power was furnished by a windmill. 
The location of the well was reported to be "near 
the center of the vi l lage." This well, known to 
be available for use in 1921, is abandoned but not 
filled in. 
In 1914, a well was drilled "one block east of 
the business d i s t r i c t , " in the S. E. 1/4 N. W. 1/4 
S. W. 1/4 of Section 16, T. 10 N., R. 4 W. It was 
reported to be 192 ft. deep and 4 in. in diameter . 
In 1921 the 2 1/2-in. cylinder was reported to be 
set at 180 ft., and the rate of production averaged 
3 gpm. with a maximum yield of 5 to 8 gpm. The 
non-pumping water level was 40 ft. below the 
ground surface. The water at that time was found 
tp have a hardness of 21.2 g r .pe r gal., a mineral 
content of 507 ppm., and an iron content of 0.7 
ppm. The chloride content was 0.8 ppm.- and the 
sulfate content was 23.2 ppm. 
The well is now abandoned but not filled in. 
Water is now obtained from a Well No. 2, 
drilled in 1936 by Ellis Jones, Burlington, Iowa, 
under a W. P. A. water works improvement p ro -
ject for the village of Biggsville. It is located at 
the rea r of the Biggsville Township high school 
building (or approximately 250 ft. N. and 250 ft. 
W.of the S.E. corner of Section 17). The well is 
BIGGSVILLE 
Henderson County 
Nov. 16, 1946 
891 ft. deep and cased with 8-in. pipe from the 
surface to 65 ft., below which the hole is 8 in. in 
diameter to 775 ft. and 4 1/4 in. in diameter from 
775 ft. to the bottom. 
The well is equipped with: 210 ft. of 5-in. 
column pipe; 7-in., 17-stage A. D. Cook turbine 
pump, No. 2669, rated at 100 gpm. against 279 ft. 
of head; the overall length of the pump is 86 1/4 
in.; there is no suction pipe; 15-hp. U. S. electric 
motor operating at 1800 rpm. At the time of in-
stallation, the non-pumping level was 130 ft. below 
the ground surface. 
In 1944 when the pump was not operating for 
a 2 or 3-day period, the water level was reported 
to be 65 ft. below the top of the well. After pump-
ing was resumed, the water level was reported to 
be 170 ft. 
The pumpage is estimated to be 10,000 gpd. 
At present the pump is operated every other day. 
Analysis of a sample (Lab. No. 108,143), col-
lected Oct. 29, 1946, showed this water to have a 
hardness of 42.7 gr. per gal., a residue of 2287 
ppm., and an iron content of 0.3 ppm. 
Aquali ty-source test (Analyses Nos. 108,343-
108,350) in Dec. 7, 1946 showed water to be en-
tering the wel l f rom two distinct sources . 
The. lower but gradually increasing tempera-
ture of the first four samples indicate this lower 
Sample-study log of Well No. 2 furnished by the State Geological Survey: 
2 - Biggsville 
LABORATORY NO. 108,143 
mineral content water to be Keokuk-Burlington 
water which had accumulated in the well bore 
during the 38-hr. idle period prior to starting 
the pump. 
After 30-minute pumping little or no such 
water was obtained and the quality of the last four 
highly mineralized samples appears to be typical 
of such water as may be obtained from a lower 
formation in this section of the State 
The water is not treated. 
Analyses Nos. 108,343 - 108,350 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the vi l -
lage of Blue Mound (811) about 1882. The first 
installation was primari ly for fire protection. 
A 16-ft. diameter dug well was constructed 
to a depth of 50 ft. and located under the pumping 
station floor. The well was cased with brick, but, 
later , due to fine sand filling in from underneath 
the brick wall, a second brick wall was construct-
ed within the original wall and to a greater depth. 
In 1914 the depth was reported to be 40 ft., and 
in the same year static water levels ranged from 
10 or 12 ft. to 25 ft. In 1914 the pump, rated at 
less than 100 gpm. could dewater the well in 
1 1/2 hr . The well is filled and all evidences of 
a well have been obliterated. 
In 1917, two 6-in. wells were drilled to a 
depth of 55 ft. each, by W. H. Long, Decatur, and 
located south and east of the high school, and 
1850 ft. south and 1000 ft. east of the old wells. 
The wells were spaced 35 ft. apart , and an 8-ft. 
length of screen was placed in the bottom of each 
well, in a stratum of gravel. 
Each well was equipped with a Cook double-
stroke deep-well pump, having an 18-in. stroke 
and 5 3/4-in. cylinder set at 35 ft. The drop 
pipe was 6 in. in diameter. 
The casing of the west well was removed in 
1935 and the well abandoned, capped and sealed. 
In 1938, the east well was reported to be 
maintained as a stand-by unit and was operated 
occasionally at 23 spm. or 50 gpm. This well 
has been abandoned. 
In 1935, a 6-in. well now known as West Well 
was drilled to a depth of 55 ft. at a location 77 ft. 
BLUE MOUND 
Macon County 
Aug. 28, 1948 
west of the old east well, 205 ft. east of Lewis 
St., (or approximately 1650 ft. S.and 205 ft. E. of 
the N. W. corner of Section 5, T. 14 N., R. 1E.) . 
The well is equipped with 50 ft. of 3-in. column 
pipe; 4-in., 9-stage Fairbanks-Morse turbine 
pump, No. 28956 operated at 3600 rpm.; 5-hp., 
Fairbanks-Morse electric motor. 
In Jan. 1948, the production rate had decreased 
to about 15 gpm. After an acid t reatment , the 
production rate was 50 gpm., which is the p r e s -
ent discharge to the aerator at the well site. 
Analysis of a sample (Lab. No. 115,619) col-
lected Aug. 18, 1948 showed the water to have a 
hardness of 18.8 gr. per gal;, a residue of 365 
ppm., and an iron content of 0.7 ppm. 
All water is aerated, filtered and softened. 
Analysis of a sample (Lab. No. 115,782) col-
lected Aug. 18, 1948 showed the treated water to 
have a hardness of 5.0 gr. per gal. , a mineral 
content of 369 ppm., and an iron content of 0.06 
ppm. 
The new East Well was drilled in 1944 to a 
depth of 58 ft. by L. R. Burt, Decatur, and lo-
cated 5 ft. north and 60 ft. eas t of the West Well. 
The ground elevation at the well-site is 610± ft. 
The well was cased with 8-in. pipe with a 10-ft. 
length of screen. 
The pumping e quipment, installed in 1945, in-
cludes 45 ft. of 2-in. pressure and 3-in. eduction 
pipes, Burks jet pump, No. I-44368, having a 
rated capacity of 50 gpm.; suction strainer with 
bottom set at 49 1/2 ft.; 5-hp. Wagner electric 
motor. 
The yield decreased to about 15 to 18 gpm. 
LABORATORY NO. 115,619 
2 - Blue Mound 
LABORATORY NO. 115,782 
After an acid t r e a t m e n t , by Wollen B r o s . , W a p e l -
la , on Aug. 1 1 , 1948, the p r o d u c t i o n r a t e w a s 60 
g p m . The non-pumping wa te r l eve l , on Aug. 11 , 
1948, w a s 40 ft. be low the p u m p b a s e , which is 2 
ft. above ground l eve l . The W e s t Wel l w a s in o p -
e r a t i o n a t the t i m e . 
The W e s t and E a s t Well o p e r a t i o n s a r e a l t e r -
na t ed . 
F r o m July 18, to Aug. 17, 1948, pumpage was 
e s t i m a t e d to a v e r a g e 35,350 gpd. 
Illinois State Water Survey - Bulletin No. 40 
The village of Bluffs (839) installed a public 
water supply in 1936. 
Well No. 1 was constructed in 1935-36 to a 
depth of 58 ft. by Thorpe Concrete Well Co., Al-
ton, and is located in the pump house near the 
western limits of the village and north of the Wa-
bash Railroad (or approximately 40 ft. S. and 800 
ft. W. of the N . E . corner of Section 16, T. 15 N., 
R. 13 W.). The ground surface elevation at the 
site is 460± ft. 
The well was originally cased with 26-in. id. 
by 36-in. od. solid concrete casing from 3 ft. 
above to 14 ft. below the ground surface, and with 
porous concrete casing of the same dimensions 
from 14 to 58 ft. A 54-in. steel shell surrounded 
the gravel envelope around the concrete casing be -
tween the depths of 5 and 35 ft. 
A short production test was made on Jan. 21, 
1936. After 3 3/4-hr . pumping at 168 gpm. the 
drawdown was 7.1 ft. from a non-pumping water 
level of 15.5 ft. below the ground surface. Op-
eration of the pumps in the Wabash Railroad 
Wells, located 60 and 75 ft. south and southwest of 
the village well, lowered the water level in the vi l -
lage well 2.9 ft. in 30 minutes. 
Another production test was made by the State 
Water Survey on Feb. 13, 1936. For test purposes, 
the well was equipped with a turbine pump driven 
by a gasoline engine. The well produced 178 gpm. 
with a drawdown of 9 ft. 9 in. from a non-pumping 
water level of 14 ft. 11 in. 
The existing pump installation i s : 50 ft. of 4-
in. column pipe; 7 1/2-in., 3-stage Johnson tu r -
bine pump No. 6365, rated at 100 gpm., against 
70 ft. of head; the overall length of the pump is 3 
ft.; 3 ft. of 4-in. suction pipe; 50 ft. of 1/4-in. air 
line; 3-hp. General Electr ic motor No. 5375892, 
operating at 1720 rpm. 
In Feb. , 1940, it was reported that the casing 
BLUFFS 
Scott County 
Mar. 5, 1948 
was raised to 4 ft. above ground surface and that 
the non-pumping water level was 25 ft. below the -
top of the casing. When pumping at 60 gpm., the 
drawdown was 27 1/2 ft. In Nov., 1940, the non-
pumping water level was reported to be 26 or 27 
ft. below the top of the casing, and the production 
was reported to be about 40 gpm. In Feb. , 1946, 
the well was reported to produce 62 gpm. with a 
drawdown of 40 ft. below the non-pumping water 
level of 18 ft. 
The screen and impellers become corroded 
and the pump has been pulled frequently. 
Well No. 1 is maintained for emergency use . 
Analysis of a sample (Lab. No. 113,729) col-
lected Mar. 12, 1948 showed the water to have a 
hardness of 33.7 gr . per gal. , a residue of 788 
ppm., and an iron content of 1.8 ppm. 
Due to the lowering of pumping water levels 
and the reduced supply from Well No. l , an effort 
was made to locate an additional water supply for 
the village. In May 1946, an electr ical earth r e -
sistivity survey was made by the State Geological 
Survey. The survey covered the area 1 1/2 miles 
west of and 1/2 mile north of the village. 
Well No. 2 was drilled in 1947 to a depth of 57 
ft. by R. R. Long, Jacksonville, and is located 
about 25 ft. north and 120 ft. west of Well No. 1. 
Well No. 2 is cased with 8-in. pipe from 3 ft. 
above to 45 ft. below the ground level. An 8-in. 
screen with No. 16 slot openings is installed from 
45 to 57 ft. 
When the well was completed the non-pumping 
water level was reported to be about 17 ft. below 
the top of the casing. After pumping at 90 gpm. 
for 7 hr . the drawdown was 7 ft. and after pumping 
for 24 h r . at 220 gpm. the drawdown was 16 ft. On 
Mar. 5, 1948, after pumping 4 h r . at an average 
rate of 140 gpm. the pumping water level was 24 
Sample-study log of Well No. 1 furnished by the State Geological Survey: 
2 - Bluffs 
LABORATORY NO. 113,692 
ft. below the top of the well. 
The existing pump installation is 40 ft. of 4-
in. column pipe; 6-in., 5-stage Fairbanks-Morse 
Pomona turbine pump No. SH 2942 rated at 200 
gpm. against 70 ft. of head; overall length of pump 
is 4 ft.; 10 ft. of 4-in. suction pipe; 47 ft. of 1/4-
in. air line; 5-hp. General Electr ic motor No. 
SD5653 operating at 1735 rpm. 
Analysis of a sample (Lab. No. 113,692) col-
lected Mar. 5, 1948 after 24-hr. pumping at 220 
gpm. showed the water to have a hardness of 31.6 
gr . per gal., a residue of 662 ppm., and an iron 
content of 1.8 ppm. 
The water is aerated, softened and chlor i-
nated. 
Analysis of a sample (Lab. No. 113,691) col-
lected Mar. 5, 1948 showed the treated water to 
have a hardness of 12.6 gr. per gal., a mineral 
content of 474 ppm. and an iron content of 0.2 
ppm. 
Pumpage is estimated to average 35,000 gpd. 
LABORATORY NO. 113,691 
I l l inois Sta te Water Survey - Bu l l e t in No. 40 
A public w a t e r supply w a s i n s t a l l e d by the 
v i l lage of Bourbonna i s (771) in 1900. 
Water w a s obta ined f r o m a wel l d r i l l ed in 
1900 and loca ted on the c a m p u s of Ol ivet N a z a -
r e n e Co l l ege , f o r m e r l y St. Via to r Col lege (or a p -
p r o x i m a t e l y 2400 ft. S. and 50 ft. E. of the N. W. 
c o r n e r of Sect ion 20, T. 31 N . , R. 12 E . ) . 
The wel l w a s d r i l l e d 10 in . in d i a m e t e r to a 
depth of 181 ft. be low a su r f ace e leva t ion of 670± 
ft. and w a s equipped in 1911 with a 4 3 / 4 - i n . by 
2 4 - i n . A m e r i c a n Well Works pump r a t e d a t 72 
gpm. and ope ra t ing at 30 s p m . , with the cy l inder 
s e t at a depth of 100 ft. 
The non-pumping w a t e r l eve l in 1917 w a s 16 
ft. be low the top of the w e l l . In Dec . 1923, while 
the pump w a s r e m o v e d , the w a t e r l eve l was 80 
ft. be low the top of the w e l l . 
Ana lys i s of a s a m p l e (Lab . No. 39360) , c o l -
lec ted A p r . 22, 1918, showed the w a t e r to have a 
h a r d n e s s of 27.4 g r . pe r g a l . , a r e s i d u e of 548 
p p m . , and no i r o n . 
The exis t ing pump ins t a l l a t ion , m a d e in F e b . 
1943, i s : 100 ft. of 4 1/2-in. co lumn pipe; 6- in . , 
18 - s t age Pomona t u rb ine p u m p , No. S .B. 3240, 
having a r a t e d capac i t y of 100 g p m . aga ins t 220 
ft. of head ; 10 ft. of 4 1/2-in. suc t ion pipe; 10 -hp . 
West inghouse e l e c t r i c m o t o r . 
At the t i m e of the pump ins t a l l a t i on , the w a -
t e r l eve l w a s 20 ft. be low the pump b a s e a f te r an 
idle pe r iod of 10 h r . 
The w a t e r supply for the Col lege i s e n t i r e l y 
furn ished by th i s we l l . P u m p a g e i s e s t i m a t e d a t 
27,000 gpd. 
In 1918 a second wel l w a s d r i l l e d to a depth 
of 185 ft. and located 14 ft. south of the f i r s t we l l . 
BOURBONNAIS 
Kankakee County 
D e c . 15, 1947 
T h i s we l l p roduced l i t t le w a t e r and was not in u s e 
in 1923. When the pump in the old wel l was being 
o p e r a t e d , the wa te r l eve l in t h i s wel l was 92 ft. 
In D e c . 1923, while the pump w a s r e m o v e d , t h e 
w a t e r l eve l was 80 ft. The we l l i s not equipped 
for s e r v i c e . 
T h e s e 2 we l l s w e r e sold to St . V ia to r Col lege 
in 1924 and do not now fu rn i sh w a t e r to the publ ic 
supply . 
In 1923 A d a m H e i d e n r i c h , Kankakee , d r i l l e d 
a we l l for the v i l lage to a depth of 230 ft. and l o -
ca ted on Union St . about 180 ft. w e s t of Roy A v e . 
(or a p p r o x i m a t e l y 1600 ft. S. and 300 ft. W.of the 
N. E . c o r n e r of Sect ion 19). The su r face e l e v a -
t ion is 670± ft. The wel l is 10 in . in d i a m e t e r and 
is c a s e d with 10- in . pipe to a depth of 32 ft. 
The wel l was o r ig ina l l y equipped as fol lows: 
140 ft. of 6 - in . co lumn p ipe ; 4 3 / 4 - i n . by 2 4 - i n . 
A m e r i c a n Well Works doub le -ac t ing cy l inder pump 
ope ra t ing at 20 -21 s p m . ; 18 ft. of 5 - in . suc t ion 
p ipe; 10-hp . e l e c t r i c m o t o r . Th i s pump w a s o r i -
ginal ly in the old v i l l age w e l l . 
The wel l flowed when i t was c o m p l e t e d . In 
1924 i t w a s r e p o r t e d tha t the non-pumping wa te r 
l eve l of 4 ft. was not l o w e r e d when the pump w a s 
o p e r a t e d for 24 h r . In 1927 i t was r e p o r t e d tha t 
the wel l had a s m a l l f ree flow, and tha t when 
pumping the w a t e r l eve l w a s l o w e r e d to 6 ft. 
In F e b . 1943 the following pump a s s e m b l y 
w a s in s t a l l ed : 100 ft. of 4 1/2-in. co lumn p ipe ; 
6 - in . , 18 - s t age P o m o n a t u r b i n e p u m p , No. S .B . 
3225 , r a t e d at 100 gpm. a g a i n s t 220 ft. of head ; 
10 ft. of 4 1/2-in. suc t ion pipe and s t r a i n e r ; 10 -
h p . Wes t inghouse e l e c t r i c m o t o r . 
A n a l y s i s of a s a m p l e ( L a b . No. 112,688) c o l -
lec ted Nov. 24 , 1947 af ter 2 - h r . pumping at 100 
gpm. showed t h i s w a t e r to have a h a r d n e s s of 
C o r r e l a t e d d r i l l e r ' s log of we l l d r i l l ed in 1923 furn ished by the State Geolog ica l Survey : 
2 - Bourbonnais 
21.8 gr . per gal., a residue of 401 ppm., and an 
iron content of 0.9 ppm. 
F rom Mar. 31 to July 1, 1947 metered pump-
age averaged 66,200 gpd. 
LABORATORY NO. 112,688 
Illinois State Water Survey - Bulletin No. 40 
The village of Bowen (619) does not have a 
public water supply. 
In an attempt to locate a suitable source of 
supply, three wells were drilled in 1946 by the 
Plymouth Well Co., Plymouth. 
Well No. 1 was located one block west of Wor-
rel l St., between 4th and 5th St. (or approximately 
2440 ft. S. and 300 ft. W. of the N. E. corner of 
Section 22, T. 3 N., R. 6 W.). The ground surface 
elevation is 680± ft. This well is 402 ft. deep. 
The hole and casing record is given in Table 1. 
A production test was made by the State Wa-
ter Survey on Nov. 10, 1947. After pumping at a 
rate of about 16 gpm. for 6 1/2-hr.,the drawdown 
was 19 ft. from a non-pumping water level of 
24.15 ft. below the top of the casing. Analysis of 
a sample (Lab. No. 112,472), collected Nov. 10, 
1947, after 13-hr. pumping showed the water to 
have a hardness of 19.4 gr. per gal., a residue of 
434 ppm., a fluoride content of 0.3 ppm., and an 
iron content of 81.6 ppm. The exceptional iron 
content was the result of the presence of a con-
siderable amount of turbidity in the sample. 
Well No. 2 was located about 600 ft. north-
west of Well No. 1. 
This well is 155 ft. deep, and is cased from 
BOWEN 
Hancock County 
Mar. 26, 1949 
1 1/2 ft. above to a depth of 44 1/2 ft. below the 
ground surface with 12 1/2-in. id. pipe. Below 
the casing the hole is 10 in. in diameter. 
The dri l ler reported that after bailing at a 
rate of 8 gpm. for 1 h r . , the drawdown was 49 1/2 
ft. from a non-pumping water level of 20 1/2 ft. 
A production test was made by the State Water 
Survey on July 7-8, 1948. For test purposes the 
pumping equipment included a Fairbanks-Morse 
jet pump, operated at a discharge pressure of 38 
psi. /Before the test the water level was 20.0 ft. 
below the top of the casing. After 41 1/2-hr. 
pumping at 5.4 gpm. the drawdown was 19.6 ft. 
Twenty hr . after the pumping was stopped, the 
water level was 21.6 ft. For the next 3 days the 
non-pumping water level varied from21.0 to 21.7 
ft. 
Analysis of a sample (Lab. No. 112,468) col-
lected in Nov., 1947, showed the water to have a 
hardness of 15.8 gr. per gal., a residue of 354 
ppm., a fluoride content of 0.3 ppm., and an iron 
content of 9.0 ppm. The exceptional iron content 
was the resul t of the presence of a considerable 
amount of turbidity in the sample. 
Well No. 3 is located about 1050 ft. southeast 
of Well No. 1, (or approximately 1910 ft. N, and 
175 ft. E. of the S. W. corner of Section 23). 
This well is 407 ft. deep and the hole and 
Sample-study log of Well No. 1 furnished by the State Geological Survey: 
2 - Bowen 
TABLE 1 
Hole Record 
12-in. from surface to 52 ft. 
10-in. from 100 to 214 ft. 
Casing Record 
12-in. from surface to 52 ft. 
8-in. from surface to 214 ft. 
8-in. casing slotted between 52 and 62 ft. 
casing record is shown in Table 2. 
A production test was made by the State Water 
Survey Nov. 6-7, 1947. For tes t purposes, the 
well was equipped with a r ig-operated 5-in. cyl-
inder pump with the bottom of suction 122 ft. be -
low the top of casing. The well produced about 
18.6 gpm. with a drawdown of about 50 ft. from 
a non-pumping water level of 25.75 ft. below the 
top of the casing. From Dec. 3, 1948 to Jan. 11, 
1949 water was pumped from Well No. 3 at a rate 
gradually reduced from 12.2 to 8.1 gpm. After 
39 days the drawdown was 24.7 ft. from a non-
pumping water level of 25.1 ft. below the top of 
the 8-in. casing. 
The production from the 3 wells drilled in 1946 
was not adequate. The optimum yield rate from 
Wells No. 1, 2 and 3 was summarized as 5, 1, and 
5 gpm., respectively. 
In July 1948, three shallow wells, No. 4, 5, 
and 6 were drilled into the sandstone by Weldon 
Well Drilling Co., Cape Girardeau, Mo. Well No. 
4 was drilled to a depth of 57 ft. and located in 
the southwest corner of the village, about 800 ft. 
southwest of Well No. 1, (or approximately 2270 
ft. N. and 870 ft. W.of the S. E. corner of Section 
22). The top of the sandstone was reported at 45 
ft. depth. The well was cased with 44 ft. of 6-in. 
steel pipe and 10 ft. of 4-in. Johnson Everdur 
screen, having No. 18 slot openings. 
A production test was made on July 9, 1948, 
using State Water Survey calibrated measuring 
equipment. For 48 hr . preceding the start of the 
tes t , the water level was observed to fluctuate 
from 21.4 to 22.7 ft. below the top of the casing. 
The pumping rate was started at 3 gpm., and 
after 20 hr . , the rate was 1.9 gpm. with a draw-
down of 27.6 ft. from a water level of 22.4 ft. Two 
and one-half hours after stopping the pump the 
water level was 26.1 ft. and 7 hr . later the water 
level was 23.1 ft. 
Analysis of a sample (Lab. No. 115,252) col-
lected July 10, 1948 after 5-hr. pumping at 2 
gpm. showed this water to have a hardness of 
16.0 gr. per gal., a mineral content of 331 ppm., 
and an iron content of 4.9 ppm. 
Well No. 5 was drilled to a depth of 75 ft. and 
located about 870 ft. northeast of Well No. 4, 1100 
ft. northwest of Well No. 3, and 100 ft. east of 
Well No. 1 (which was 402 ft. deep.). The top of 
the rock was reported to be 47 ft. The well was 
cased with 50 ft. of 6-in. steel pipe and 24 ft. ex-
posed of Johnson Everdur screen having No. 35 
slot openings. 
A production test was made on July 12, 1948 
using State Water Survey calibrated measuring 
equipment. Water level observations were made 
during the five days preceding the test . During 
the period the water level fluctuated from 20.5 to 
27.7 ft. below the top of the casing. The pumping 
rate at the s tar t of the test was 7.4 gpm. After 
3-hr. pumping at a rate gradually decreased to 
6.2 gpm. the pump broke suction. The drawdown, 
at the t ime, was 22.2 ft. from a water level of 23.3 
ft. Two hours after the shut-down the water level 
was 27.6 ft. Pumping was then resumed at a rate 
of 6.4 gpm. and after 6-hr. pumping at a rate 
gradually decreased to 4.5 gpm. the drawdown was 
TABLE 2 
Hole Record 
12-in. from surface to 80 ft. 
10-in. from 80 to 220 ft. 
8-in. from 220 to 407 ft. 
Casing Record 
12 1/2-in. id. from 2 ft. above to 47 1/2 
ft. below ground level 
8-in. id. from 1 1/2 ft. above to 221 1/2 
ft. below ground level 
8-in. casing slotted between 54 and 74 
ft., and between 106 and 126 ft. 
35.6 ft. One and one-half h o u r s af ter t h i s s h u t -
down, the w a t e r l eve l was 25.5 ft. 
A n a l y s i s of a s amp le ( L a b . No. 115,253) c o l -
lec ted July 12, 1948 af ter 1 3 / 4 - h r . pumping at 7 
gpm. showed t h i s w a t e r to have a h a r d n e s s of 
19.4 g r . pe r g a l . , a m i n e r a l content of 426 p p m . , 
and an i r o n content of 5.2 p p m . 
Well No.'6 was d r i l l ed to a depth of 65 ft. and 
loca ted about 165 ft. n o r t h e a s t of Well No. 1 and 
1240 ft. n o r t h w e s t of Well No. 3. The Well No. 6 
was c a s e d with 35 ft. of 6- in . s t e e l pipe to s a n d -
s t o n e . 
A p roduc t ion t e s t was m a d e on July 12, 1948 
us ing State Water Survey c a l i b r a t e d m e a s u r i n g 
equ ipmen t . Water l eve l o b s e r v a t i o n s w e r e m a d e 
dur ing the five days p r eced ing the t e s t . Dur ing 
the p e r i o d the wa te r level f luctuated be tween 21.1 
and 25.9 ft. be low the top of the c a s i n g . Pumping 
w a s s t a r t e d at a r a t e of 2.1 g p m . and after 9 h r . 
the pumping r a t e had d e c r e a s e d to 1.8 gpm. with 
a drawdown of 21.9 ft. f r o m a w a t e r l eve l of 24.3 
ft. Seven h o u r s after s topping the pump , the w a -
t e r l eve l was 23.3 ft. 
A n a l y s i s of a s a m p l e ( L a b . No. 115,254) c o l -
lec ted July 13, 1948 af ter 3 - h r . pumping at 2 
g p m . showed th i s w a t e r to have a h a r d n e s s of 17.7 
g r . pe r ga l . , a m i n e r a l content of 388 p p m . , and 
an i r o n content of 2.8 p p m . 
The p roduc t ion r a t e s f r o m the s ix shal low 
and deep we l l s did not hold m u c h p r o m i s e for a 
s u s t a i n e d adequa te g r o u n d - w a t e r supply. F r o m 
the da ta r e c o r d e d dur ing the wel l t e s t s , the State 
Water Survey m a d e s o m e ca l cu l a t i ons on future 
wa te r l e v e l s , however too m a n y a s s u m p t i o n s had 
to be m a d e , p a r t i c u l a r l y t hose of coeff ic ients of 
t r a n s m i s s i b i l i t y and s t o r a g e . A long t i m e p u m p -
ing r e c o r d f r o m one wel l with o b s e r v a t i o n s in 
o the r we l l s was s e t up as a spec i a l p r o j e c t . 
Well No. 3 was equipped, at the t i m e , with a 
Bowen - 3 
j e t pump with the je t r e p o r t e d l y s e t at a depth of 
60 ft. be low the top of the 8- in . c a s i n g . A u t o -
m a t i c w a t e r l eve l r e c o r d e r s w e r e in s t a l l ed b y 
the State Water Survey in Wel l s No. 1 and 2, and 
dep ths to w a t e r in Wel ls No. 4, 5 and 6 w e r e 
m e a s u r e d dai ly by tape l i n e . Dur ing the pumping 
f r o m Well No. 3 , - s e v e r a l m e a s u r e m e n t s w e r e 
m a d e of w a t e r l eve l s in n e a r - b y p r i v a t e w e l l s . 
Pumping was s t a r t e d in Well No. 3 on D e c . 3 , 
1948 and af ter s e v e r a l h o u r s the pumping r a t e 
was o b s e r v e d a t 11 1 /4 gpm. F o r s e v e r a l days 
following, the r a t e g r a d u a l l y d e c r e a s e d f r o m 12.2 
and 9.4 g p m . On Dec . 2 1 , the d i s c h a r g e valve was 
p a r t l y c losed and for the r e m a i n d e r of the t e s t , 
unt i l J an . 11 , 1949, the r a t e g r a d u a l l y d e c r e a s e d 
f rom 9.0 to 8.1 gpm. The g r a d u a l d rop in p r o d u c -
t ion was due l a r g e l y to the p e r f o r m a n c e c h a r a c -
t e r i s t i c s of a j e t p u m p . 
The a c t u a l d rawdowns in Wel l s No. 1 and 2, 
loca ted 1160 and 1770 ft. r e s p e c t i v e l y f r o m Well 
No. 3, w e r e 4.2 and 2.4 ft. r e s p e c t i v e l y af ter 1 
mon th , when c o r r e c t e d for a d i s c h a r g e r a t e of 5 
gpm. The t h e o r e t i c a l r e c e s s i o n was computed 
for a cont inuous d i s c h a r g e r a t e of 5 gpm. f r o m one 
we l l . The coeff ic ients of t r a n s m i s s i b i l i t y and 
s t o r a g e w e r e d e t e r m i n e d f r o m the shape of the 
cone of d e p r e s s i o n af ter 2 9 - d a y s pumping . The 
t h e o r e t i c a l r e c e s s i o n s w e r e v e r y c l o s e t o the a c -
tua l d r awdowns for one. mon th at 1160 and 1770 
ft. In the v ic in i ty of the wel l the t h e o r e t i c a l r e -
c e s s i o n w a s m u c h l a r g e r than the ac tua l d r a w -
down at the end of o n e - m o n t h pumping . The a c -
tua l d rawdown, c o r r e c t e d to a pumping r a t e of 5 
gpm. , w a s 14.5 ft. T h e t h e o r e t i c a l r e c e s s i o n , 
ca l cu la t ed for the end of one m o n t h ' s pumping , 
was 30.6 ft. 
F r o m the da ta co l l ec t ed dur ing the ex tended 
p roduc t ion t e s t o f Well No . 3 , and a s s u m i n g tha t 
Wel l s No . 1, 2 and 3 wi l l be equipped with p u m p s 
ope ra t ing con t inuous ly a t 5 g p m . , the t h e o r e t i c a l 
w a t e r l e v e l s af ter 10 y e a r s would b e : 
LABORATORY NO. 117,011 
4 - Bowen 
Analysis of a sample (Lab. No. 117,011) col-
lected Jan. 6, 1949 after one-month's pumping at 
8.4 gpm., showed the water in Well No. 3 to have 
a hardness of 21.7 gr. per gal., a mineral content 
of 441 ppm., and an iron content of 0.6 ppm. 
Illinois State Water Survey - Bulletin No. 40 
The public water supply for the village of 
Bradford (907) is obtained from 2 wells. 
Well No. 1, East , was drilled in 1898 to a 
depth of 2082 ft. and located in the Town Hall (or 
approximately 400 ft. N. and 530 ft. W. of the S.E. 
corner of Section 23, T. 14 N., R. 7 E.). 
Ground surface elevation is 800± ft. The c a s -
ing record, as reported by Mr. Prouty, was as 
follows: 10-in. casing from surface to 121 ft.; 
8-in. casing from surface to 509 ft.; 6-in. casing 
from 509 to 709 ft.; 5-in. casing from 709 to 1612 
ft. 
The well is equipped with 360 ft. of 6-in. 
BRADFORD 
Stark County 
Dec. 30, 1946 
wrought iron column pipe; a Downey double-acting 
deep well pump with a 5 3/4-in. cylinder rated at 
150 gpm.; 15-hp. General Electric motor . 
In 1898 the non-pumping water level was r e -
ported to be 150 ft. below the ground surface; in 
1917 it was 160 ft.; in 1926 it was 247 ft. 
Analysis of a sample (Lab. No. 73807), col-
lected Nov. 16, 1933, showed this water to have a 
hardness of 16.6 gr . per gal., a residue of 1392 
ppm., and an iron content of 2.4 ppm. 
Well No. 1 is maintained for emergency use 
only. 
Sample-study log of Well No. 2 furnished by the State Geological Survey: 
2 - Bradford 
LABORATORY NO. 108,719 
Because of the necessity of continuous repa i rs 
to Well No. 1, the village had Well No. 2, West 
Well, drilled in 1936 by the Sewell Well Co., St. 
Louis, Mo. It is located 70 ft. west of the East 
Well (or approximately 400 ft. N. and 600 ft. W. 
of the S. E. corner of Section 23). 
The well was cased as follows: 12-in. casing 
from 0 to 146 ft. 7 in.; 10-in. casing from 131 ft. 
to 525 ft. 11 in.; 8-in. casing from 507 ft. 11 in. 
to 1439 ft. 5 in.; 8-in. bore hole to 1681 ft. 
The well is equipped with 300 ft. of column 
pipe; 12-stage Johnston deep well turbine pump, 
No. 5971, rated at 150 gpm. at 300 ft. of head; 
the overall length of the pump is 7 1/2 ft.; 35 ft. 
of suction pipe (increased from 20 ft. after July 
1936); power is furnished by a 20-hp., 1760-rpm. 
General Electr ic induction motor. 
When the well had been finished at a depth of 
1681 ft., a production test was made by the State 
Water Survey on July 28, 1936. Before the tes t , 
the water level was 236 ft. below the pump base , 
or about 234 ft. below the top of the casing. A 
rate of pumping of 51 gpm. was maintained for 1 
h r . with a drawdown of 85 ft. An increase to 54 
gpm. caused the pump to break suction after 33 
minutes with a drawdown of 91 1/2 ft. The bot-
tom of the air line was 20 ft. above the bottom of 
the suction pipe making it impossible to obtain 
the drawdown for higher r a t e s of pumping. 
Analysis of a sample (Lab. No. 78488) col-
lected July 28, 1936, showed this water to have a 
hardness of 9.3 gr . per gal., a residue of 1293 
ppm., and an iron content of 0.6 ppm. 
In an attempt to obtain a greater production 
capacity, the well was deepened to 2052 ft.; and, 
with no change in the pumping equipment except 
the lengthening of the suction pipe to 35 ft., the 
well was tested by the State Water Survey on Oct. 
7-8, 1936. Before the test , the water level was 
234.3 ft. below the top of the 12-in. casing. Dur-
ing the course of the test , specific capacities of 
1.32, 1.20, and 1.03 gpm. per ft. of drawdown were 
calculated for pumping ra tes of 64, 79, and 94 
gpm. respectively. 
The column pipe was then extended 40 ft., p lac-
ing the bottom of the suction pipe at 382 1/2 ft. 
below the pump base , and on Feb. 1, 1937 the 
rate of discharge was 137 gpm. after pumping 
continously for 1 week. 
Analysis of a sample (Lab. No. 108,719) col-
lected Dec. 20, 1946 after 1 1/2-hr. pumping, 
showed the water in Well No. 2 to have a hard-
ness of 18.6 g r .per gal. , a residue of 1428 ppm., 
and an iron content of 0.4 ppm. 
Pumpage is estimated at 40,000 gpd. 
Illinois State Water Survey - Bulletin No. 40 
The village of Bradley (3689) installed a pub-
lic water supply in 1905. 
Well No. 1 was drilled in 1905 to a depth of 
337 ft. by Martin & Kahler, Manteno, and was 
located about 150 ft. south of Broadway and 70 ft. 
west of Michigan St. (or approximately 2950 ft. N. 
and 2650 ft. W. of the S. E. corner of Section 29, 
T. 31 N., R. 12 E.). The surface elevation is 652± 
ft. The well was cased with 12-in. pipe to a depth 
of 200 ft. below which the hole was finished 10 in. 
in diameter. 
The well was originally equipped with a deep-
well pump driven by a 15-hp. Fairbanks-Morse 
gasoline engine. In 1913 the pumping equipment 
consisted of 100 ft. of 5-in. column pipe; 4 3/4-in. 
by 24-in. American Well Works double-acting 
pump operating at 22 spm.; 10-hp. Wagner E lec-
tr ic Co. motor operating at 850 gpm. 
In 1916 the non-pumping water level was about 
30 ft. below the ground surface; and in 1918 the 
non-pumping water level was 52 ft. The water 
level was lowered below the pump setting when the 
pump was operated, so the cylinder was lowered 
to a depth of 184 ft. and 4 ft. of 5-in. strainer was 
attached below the cylinder. In 1927 the non-
pumping water level was 22 ft. In 1928 it was r e -
ported that this well was producing about 80 gpm. 
and was operated 24 h r . p e r day. In 1943 Well No. 
1 had been taken out of rervice and capped with 
concrete. 
Analysis of a sample (Lab. No. 36022), col-
lected Nov. 27, 1916, showed the water to have a 
hardness of 21.3 gr. per gal., a residue of 490 
ppm., and an iron content of 0.1 ppm. 
Well No. 2 was drilled in 1918 to a depth of 
340 ft. by Adam Heidenrich, Kankakee, and lo -
BRADLEY 
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Dec. 17, 1947 
cated 28 ft. northwest of Well No. 1. This well 
is cased to a depth of 20 ft. with 10-in. pipes. 
In 1927 the non-pumping water level was r e -
ported to be 22 ft. and in 1928, when a broken 
pump was removed, the water level was 34 ft. In 
1933, the well was reported to be seldom used. 
The existing pumping installation, made in 
1935, is: 300 ft. of 5-in. column pipe; 8-in., 17-
stage Pomona deep well turbine, No. J 189, rated 
at 125 gpm. against 300 ft. of head; 10 ft. of suc-
tion pipe; 20-hp. Westinghouse electric motor 
operating at 1760 rpm. 
This pump had previously been installed in 
Well No. 3. 
The well is in daily service and is operated 
about 15 hr . daily during the winter and 20 h r . 
daily in the summer. 
Analysis of a sample (Lab. No. 112,690), col-
lected. Nov. 25, 1947 after 2-hr . pumping at an 
estimated rate of 100 gpm. showed this water to 
have a hardness of 21.9 gr. per gal., a residue of 
580 ppm., and an iron content of 0.2 ppm. 
Well No. 3 was drilled in 1927 by the J. P. 
Miller Artesian Well Co., Brookfield, and l o -
cated about 100 ft. north of Broadway and 10 ft. 
east of Pra i r i e St. (or approximately 3450 ft. N. 
and 4000 ft. W. of the S. E. corner of Section 29). 
The well was drilled to a depth of 1043 ft. below 
a surface elevation of 657t ft. 
The diameter of the well was: 16-in. from 
surface to 391 ft.; 12-in. from 391 to 547 ft.; 10-
in. from 547 to 1042 ft. 
The well was originally equipped with an Amer-
LABORATORY NO. 112,690 
2 - Bradley 
Sample-study log of Well No. 3 furnished by the State Geological Survey: 
ican Well Works double-acting pump, No. J-2941, 
with the cylinder placed at a depth of 350 ft. 
In 1930 when the pump was repaired, the cyl-
inder was at a depth of 375 ft., with 20 ft. of 
suction pipe attached below the cylinder. 
In 1935, thewel l was "shot" with 9 charges, 
or 250 lb. , of nitroglycerine. Before starting 
this work, the water level was reported to be 73 
ft.; and immediately after the shooting, it was 110 
ft. The well was then equipped as follows: 200 ft. 
of 6-in. column pipe; 9-stage, 10-in. Pomona 
turbine pump, No. L-3071, having an overall 
length of 10 ft.; 30 ft. of 6-in. suction pipe; 25-hp. 
Westinghouse electric motor. 
The production ra tes and drawdowns in ft. be-
low ground level have been reported as given in 
Table 1. 
In 1943, the pump was operating 23 h r . daily 
and additional water was being purchased from 
Kankakee. In 1947 water was purchased from 
Kankakee at an average rate of 153,700 gpd. 
In 1947, the pump was operated 20 to 22 h r . 
daily during the winter months and 23 h r . a day 
during the summer. 
Analysis of a sample (Lab. No. 112,689) col-
lected Nov. 25, 1947, after pumping at 63 gpm. 
for 30 hr . , showed this water to have a hardness 
TABLE 1 
B r a d l e y - 3 
LABORATORY NO. 112,689 
of 31.2 g r . p e r g a l . , a r e s i d u e of 1354 ppm. , and 
an i r o n content of 0.2 ppm. 
The wa te r i s ch lo r ina t ed a t each we l l . 
In 1947 the e s t i m a t e d pumpage f r o m both we l l s 
was 180,000 gpd. 
Illinois State Water Survey - Bulletin No. 40 
The system of water works at Braidwood 
(1354) is owned by the city and was installed about 
1883 when water was obtained from 4 driven 
wells. Subsequent to the original installation, ad-
ditional driven wells, a dug well, and a deep sand-
stone well were added to the public supply. 
These wells are all located on the village p r o -
perty about 100 to 235 ft. north of Main St. and 
150 to 300 ft. west of Center St. (the middle of the 
group is approximately 1350 ft. N. and 2200 ft. E. 
of the S. W. corner of Section 8, T. 32 N., R. 9 
E.). The elevation of the ground surface at these 
wells is 575± ft. 
The driven wells, which derive their water 
from a sand stratum, have been the principal 
source of the public water supply. Seven of these 
wells were originally 12 ft. in depth below the 
surface of the ground and cased with 3-in. pipe 
with 3-ft. length s t ra iners at the bottom. They 
were located in pits 4 ft. square and about 4 ft. 
deep with the tops of the casings about 3 ft. be-
low the ground surface. 
Two additional wells were driven in 1920 
which were 2 in. in diameter and 16 1/2 ft. in 
depth with 3-ft. s t ra iners . At that t ime, the other 
7 wells were also driven to a depth of 16 1/2 ft. 
The s t ra iners wer e frequently replaced on account 
of corrosion. The production of the 9 driven 
wells, determined from tank measurements made 
on Apr. 17, 1924, was about 75 gpm. The wells 
continued in service until 1943 but are now aban-
doned, and the pits filled. 
Seven new driven wells were placed in service 
in 1943. These wells are located in pits 4 ft. 
square and 4 ft. deep and subsequently filled with 
gravel, with the tops of the casings about 3 ft. 
below the ground surface. 
The wells are 14 ft. in depth below the ground 
surface and cased with 2-in. pipes having 3-ft. 
s t ra iners at the bottom. A combined production 
of 50 gpm. was reported from these wells until 
the spring of 1945. Since then they have been held 
as an emergency supply. 
BRAIDWOOD 
Will County 
Oct. 21, 1946 
The dug well was the source of a considerable 
portion of the public water supply until 1924. It 
was 6 ft. by 10 ft. in plan and 14 ft. deep with side 
walls of concrete. The water was obtained from 
a sand and gravel stratum near the bottom of the 
well. It was abandoned and is now filled. 
For pumping the water from the wells into the 
distribution system and elevated tank, the fol-
lowing pump installation is in place: a Fairbanks-
Morse 5-in. by 6-in. duplex pump and a 10-hp. 
Westinghouse electric motor. The pump has a 4-
in. suction and a 3-in. discharge and operates at 
a rate of 48 spm. The casings of the driven wells 
are connected underground to a main suction pipe 
that leads to the service pump. 
Mr. James K. Steen, City Clerk, gave the fol-
lowing information concerning an old city well. 
The well was located on city property a little 
north and west of the present sandstone well. It 
was drilled jointly by the city and a coal company 
about 1888 as a test hole to locate coal deposits. 
A diamond dril l was used, and the core was ap-
proximately 2 in. in diameter. The depth of the 
well was 900 ft. Samples of the drill cuttings 
were on exhibit in the Illinois Building at the Chi-
cago World's Fai r in 1893 and should still be 
available in Springfield. It was a flowing well 
having a 1/2-in. diameter s tream and furnished 
water for a public drinking fountain and water 
trough until about 1900. 
The deep sandstone well is located 183 ft. 
south of the center line of Main St. and 257 ft. 
west of the center line of Center St. (or approxi-
mately 1350 ft. N. and 2200 ft. E. of the S. W. 
corner of Section 8). The well was drilled to a 
depth of 1410 ft. by C. W. Varner, Dubuque, Iowa, 
in 1936 and 1937 when the work was stopped. 
W. L. Thorne Co.,Des Plaines, continued the 
drilling in 1937 to a depth of 1647 ft. The hole 
and casing record were reported as given in 
Table 1. 
The elevation at the top of the casing is 577 ft. 
TABLE 1 
Hole Record 
19-in. from surface to 32 ft. 
15-in. from 32 to 61 ft. 
12-in. from 61 to 143 ft. 
10-in. from 143 to 1647 ft. 
Casing Record 
16-in. od. from surface to 32 ft. 
12 1/2-in. od. from surface to 61 ft. 
10-in. from surface to 143 ft. 
2 - Bra idwood 
S a m p l e - s t u d y log of Bra idwood Well No . 1 furn ished by the State Geologica l Survey : 
The non-pumping w a t e r l eve l in the c o m -
ple ted wel l was 70 ft. be low the top of the c a s i n g . 
Dur ing a t e s t for p roduc t ion with a pump se t t ing 
of 200 ft. , the wel l p roduced only 50 gpm. The 
wel l w a s not p e r m a n e n t l y equipped with a pump 
and w a s capped . The sands tone was r e p o r t e d to 
be v e r y h a r d and c o m p a c t . 
On D e c . 4 , 1941, the w a t e r l eve l was 85.4 ft. 
be low the top of the c a s i n g . 
A 2 4 - h r . p roduc t ion t e s t was r u n on A p r . 22 and 
23 , 1943. At the end of 20 h r . , the product ion was 
84 g p m . with a d rawdown of 250 ft. be low a w a t e r 
l eve l of 109 ft. be low the pump b a s e . Th i s r a t e 
of p roduc t ion had been m a i n t a i n e d for 16 h r . w i t h 
a l o s s of 4 ft. in head dur ing tha t p e r i o d . At the 
comple t ion of the t e s t , the t o t a l drawdown w a s 
251 ft. , or a specif ic capac i ty of 1/3 g a l . pe r ft. 
of d rawdown. The t e m p e r a t u r e of the w a t e r o b -
s e r v e d dur ing the t e s t v a r i e d f r o m 54.5° F . a t 
the s t a r t to 60° F . a t the end of the t e s t . 
Dur ing the fall and win te r of 1944 and 1945, 
the wel l w a s " s h o t " and r e h a b i l i t a t e d . An effort 
was m a d e to deepen the wel l to comple te ly p e n e -
t r a t e the G a l e s v i l l e s a n d s t o n e , but af ter p e n e -
t r a t i n g about 8 addi t ional ft . , the dr i l l ing was 
s topped b e c a u s e the f o r m a t i o n was so h a r d t ha t 
only 1 ft. of ho le could be m a d e p e r shift . The 
St . P e t e r s ands tone was then " s h o t " a t 3 d i f f e r -
ent l eve l s of the fo rma t ion . After the f i r s t " s h o t " , 
the hole w a s c l eaned ; bu t the o r i g i n a l b o r e be-
low the St. P e t e r was neve r l oca t ed , consequen t ly 
an 8-in. liner was set between depths of 764 and 
844 ft. and a new 8-in. diameter hole drilled to a 
depth of 1025 ft. The well was cased from the 
surface to a depth of 300 ft. with an 8-in. pipe 
having a 5-ft. rubber packer on the bottom. 
A production test was made by the State Wa-
ter Survey on Feb. 14 and 15, 1945. At the end of 
20 hr . , the well was producing 138 gpm. with a 
drawdown of 213 ft. from a water level of 140 ft. 
below the top of casing. 
At this t ime, the water was found to have a 
temperature of 58.4° F . , a mineral content of 
1376 ppm.,and a hardness of 2.3 gr .per gal. The 
water had an alkalinity of 900 ppm., and a sul-
fate content of 6 ppm. 
The pump installation, made in Feb. 1945, is 
still in service and consists of 400 ft. of 5-in. 
column pipe; 7-in., 22-stage Peer less turbine 
pump, Serial No. 22854, rated at a capacity of 
100 gpm. against 500 ft. of head; the overall 
length of the pump is 11 ft. 5 in.; 30 ft. of 4-in. 
Braidwood - 3 
suction pipe; 431 ft. of air l ine;20-hp. U. S. e l ec -
t r ic motor. 
The non-pumping water levels observed since 
Feb. 1945 show a steady recession. On Dec. 6, 
1945, the distance to water below the pump base 
after an idle period of 1 3/4 hr . was 166 ft. The 
pumping water level was 304 ft. below the pump 
base . 
Analysis of a sample (Lab. No. 107,909), col-
lected Oct. 9, 1946 after 1 hr . of pumping at 100 
gpm., showed this water to have a hardness of 
23.4 gr. per gal. , a residue of 1199 ppm., and an 
iron content of 0.2 ppm. This quality of water is 
not unusual for water from the St. Peter sand-
stone in this vicinity. 
This well has furnished the entire public wa-
ter supply since Feb. 1945 and has averaged an 
estimated 25,000 gpd. 
All water for the public supply has been chlor-
inated since 1945. 
LABORATORY NO. 107,909 
Illinois State Water Survey - Bulletin No. 40 
The city of Brookport (1247) installed a public 
water supply in 1907. 
Water was first obtained from a 8-in. well 
drilled to a reported depth of 208 ft. in 1907 and 
located about 27 ft. south of Elizabeth St. and. 65 
ft. west of Ohio St. In attempting to make repai rs 
to the well in 1917, a swedge block dropped into 
the well cutting off the supply. The block lodged 
in an inverted position and could not be removed. 
A 2-in. hole was drilled through the block and the 
well then furnished about 20 gpm. until 1921 when 
an attempt was made to dislodge the block with 
dynamite but the casing broke about 65 ft. below 
the surface and the well was abandoned. 
The city water supply was interrupted for 
about 6 months until another well, now called 
East Well, was drilled in 1921 by W. W. Elwood, 
Bay City, and located about 30 ft. south of El iza-
beth St. and 30 ft. west of Ohio St. (approximately 
2950 ft. S. and 1950 ft. W. of the N. E. corner of 
Se ction 14, T. 16 S.,R. 5 E.). The elevation of the 
top of the well is 333± ft. This well was reported 
drilled to a depth of 207 ft., and cased with 6-in. 
pipe to a depth of 189 ft. with 18 ft. of 5 1/4-in. 
diameter special Cook screen at the bottom. The 
lower 60 ft. of the well was reported to be in fine 
white sand. 
When drilling was completed the water level 
was reported to be 20 ft. below the surface."Sub-
sequent observations indicate the same water 
level. During the Ohio River flood of 1937, the 
standing water level was 20 ft. below the surface 
until the flood stage exceeded the elevation at the 
top of the well and water entered the well at the 
top of the casing. 
The following pump installation is in service: 
an A. D. Cook double-acting plunger pump, Size 
10 PH. No. 2367, having a 4 1/4-in. diameter cyl-
inder and 15-in. s troke. The pump is powered by 
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a 10-hp. Fairbanks-Morse electric motor and is 
operated at a speed of 29 rpm. A pump d i s -
charge of 65 gpm. was obtained by test in 1937 
but the present discharge is estimated to be 50 
gpm. The normal operating period is about 8 hr . 
a day. 
The West Well was drilled to a depth of 208 
ft. in 1923 and located about 50 ft. south and 80 
ft. west of the East Well. The West Well was 
cased with 8-in. pipe to a depth of 145 ft. where 
fine white sand was encountered and the dri l ler 
stopped work. The work was completed by A.D. 
Cook by building two sections of special screen (18 
ft. total screen length) around a 6-in. perforated 
pipe of the same length and sinking the pipe as the 
sand was baled out to a depth of 208 ft. The 6-in. 
casing extended from 135 ft. below the surface to 
a depth of about 190 ft. below which the special 
screen surrounding the 6-in. perforated section 
was set. In 1946, the depth of the well was mea-
sured 207 ft. 9 in. below the top of the casing 
which extends about 16 in. above ground level. 
The standing water level was reported to be 
the same as in the East Well. The existing pump 
installation is: an A. D. Cook double-acting 
plunger pump, Size 15 PH. No. 2213, having a 6-
in. cylinder and 15-in. stroke. The pump is pow-
ered by a 15-hp. Fairbanks-Morse electric mo-
tor and is operated at a speed of 27 rpm. In a 
test in 1937, the pump discharge was reported to 
be 133 gpm. At present, the rate is estimated to 
be 100 gpm. The normal operating period is 
about 8 hr . a day. 
Analysis of a sample (Lab. No. 113,289), col-
lected Jan. 26, 1948, after 1-hr. pumping at an 
estimated rate of 100 gpm., showed this water to 
have a hardness of 11.9 gr. per gal., a residue 
of 238 ppm., and an iron content of 0.4 ppm. 
Total pumpage is estimated at 72,000 gpd. 
LABORATORY NO. 113,289 
Illinois State Water Survey - Bulletin No. 40 
The village of Brownstown (825) installed a 
public water supply in 1942. 
A well was drilled in 1939 to a depth of 100 ft. 
by Mr. Orr , Casey, at the village school on Pop-
lar St., between College and F i r s t St. (or approxi-
mately 1600 ft.S. and 600 ft. E. of the S. W. cor-
ner of Section 2, T. 6 N., R. 2 E.). The ground 
surface elevation at the we 11 site is 590± ft. 
The well was drilled to a diameter of 10 in. 
and a 6-in. casing was installed to a depth of 
about 100 ft. The space outside the casing was 
filled with gravel. The casing was slotted between 
40 and 60 ft., and between 80 and 92 ft. 
A production test was made by the State Wa-
ter Survey on Apr. 24, 1939. The well produced 
8.5 gpm. with a drawdown of 25 ft. from a non-
pumping water level of 14 ft. below the top of the 
casing. 
Analysis of a sample (Lab. No. 85538) col-
lected Apr. 24, 1939, showed the water to have a 
hardness of 18.5 gr . per gal., a residue of 616 
ppm. and an iron content of 0.34 ppm. 
The well was used by the school until the pub-
lic supply was installed in 1942. In May 1948, the 
well was not equipped for pumping. 
An electrical earth resistivity survey was 
made by the State Geological Survey in Apr. 1939. 
Areas within the village and within one mile north, 
south, and west of the village limits were included 
in the survey. 
Three test wells were drilled in 1940 by E. W. 
Franke, Batchtown. These test holes produced 
very little water and all were filled in. 
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. In 1940, Sewell Well Co., St. Louis, Mo., drilled 
6 test holes at various locations in and near the 
village. 
Village Well No. 1 was drilled by L. R. Burt, 
for Sewell Well Co., in Nov. 1940 at the site of 
Test Hole No. 1, about 50 ft. south of the center 
of Elm St. and about 470 ft. west of the center of 
F i r s t St. (or approximately 2250 ft. S. and 500 ft. 
E. of the N. W. corner of Section 2). The ground 
surface elevation at the well site is 590± ft. MSL. 
The hole was drilled to a depth of 70 ft. but 
the well was finished at a depth of 38 ft. An 8-
in. Cook screen, having 1/8-in. slot openings, was 
placed between 28 and 38 ft., and is gravel packed. 
A production test was made by the State Water 
Survey on Jan. 7, 1941. Equilibrium conditions 
were not reached, but after 3-hr. pumping at a 
rate of 12 gpm. the drawdown was 18.75 ft. from 
a non-pumping water level of 12 1/2 ft. below the 
top of the casing. 
A second production test was made by the 
State Water Survey on Jan. 27-28, 1941. 
After 22-hr. pumping at 10 1/2 gpm. the 
drawdown was 19 1/4 ft. from a non-pumping wa-
ter level of 11 1/2 ft. below the top of the casing. 
The well is equipped with a Pomona turbine 
pump, No. 3A 1662. Power is furnished by a 3-
hp. electric motor. 
Analysis of a sample (Lab. No. 114,770) col-
lected May 18, 1948 after 7-hr. pumping at 8 
gpm. showed the water to have a hardness of 20.5 
gr .per gal., a residue of 678 ppm. and a trace of 
iron. 
Sample-study log of Well No. 1 furnished by the State Geological Survey: 
2 - Brownstown 
Well No. 2 was drilled in Dec. 1940, to a 
depth of 33 ft. by L. R. Burt, for Sewell Well Co. 
at the site of Test Hole No. 6, located about 300 
ft. south of U. S. Route No. 40 (approximately 
2100 ft. N. and 270 ft. W. of the S. E. corner of 
Section 3). 
An 8-in. Cook screen, with 1/8-in. slot open-
ings, was placed between 23 and 33 ft. and was 
gravel packed. 
A production test was made by the State Wa-
ter Survey on Jan. 7, 1941. The well produced 
16-17 gpm. for 12 hr . with a drawdown of 16.5 ft. 
from a non-pumping water level of 6 ft. below the 
ground surface, which is about 5 ft. lower than the 
surface at Well No. 1. 
The well is equipped with a Pomona turbine 
pump, No. SA 1661 which is in daily operation at 
an estimated rate of 8 gpm. Power is furnished 
by a 1 1/2-hp. electric motor. 
Analysis of a sample (Lab. No. 89615) col-
lected after 7-hr. pumping on Jan. 7, 1941, showed 
the water to have a hardness of 27.1 gr. per gal., 
a residue of 821 ppm., and an iron content of 3.3 
ppm. 
Test Hole No. 7 was drilled in 1941 to a depth 
of 27 ft. by L .R. Burt for Sewell Well Co. and was 
located about 400 ft. south of U. S. Route No. 40 
and 300 ft. east of the road going south from the 
center of the village (or approximately 2860 ft. 
S. and 1500 ft. E. of the N. W. corner of Section 
2). 
The test hole was cased with 6-in. pipe to a 
depth of 16 1/2 ft. and with 10 1/2 ft. of 6-in. 
Johnson screen having No. 40 slot openings. 
A production test was made by the State Wa-
ter Survey on Mar. 24, 1941. Equilibrium con-
ditions were not obtained, but after 6-hr. pump-
ing, the well produced 19.7 gpm. with a drawdown 
of 8 3/4 ft. from a non-pumping water level of 5 
ft. below the ground surface. 
Well No. 3 was constructed in 1941 at the 
site of Test Hole No. 7 by L. R. Burt. This well 
was finished at a depth of 25 ft. and was cased as 
follows: 16 ft. of 10-in. pipe from 1 1/2 to 17 1/2 
ft. below the ground surface; 16 ft. of 6-in. casing 
from 8 in. above to 15 ft. 4 in. below the ground 
surface; 10 ft. 10 in. of 5 1/2-in. od. Johnson 
screen, swedged into the 6-in. casing and with 
the bottom set at a depth of 25 ft. The screen 
had No. 125 slot openings. The annular space be -
tween the casings was packed with 1/4-in. gravel. 
A production test was made by the State Water 
Survey on Apr. 18, 1941. For test purposes, a 
small deep-well centrifugal pump, driven by a 
gasoline motor, was installed. The well produced 
10.5 gpm. with a drawdown of 4 ft., and 25 gpm., 
with a drawdown of 11 ft. from a non-pumping wa-
ter level of 4 ft. below the top of the casing. 
Well No. 3 is equipped with a Pomona turbine 
pump, No. SA 1664 and a 1 1/2-hp. electric mo-
tor . The pump is in daily service and discharges 
at a rate of 10 1/2 gpm. 
Analysis of a sample (Lab. No. 114,769) col-
lected May 18, 1948 showed the water from Wells 
No. 1, 2 and 3 to have a hardness of 15.7 gr. per 
gal., a mineral content of 445 ppm. and an iron 
content of 0.2 ppm. 
All water is aerated, filtered, and chlorinated. 
Analysis of a sample (Lab. No. 114,788) col-
lected May 18, 1948 showed the treated water to 
have a hardness of 15.7 gr. per gal., a mineral 
content of 439 ppm. and a t race of iron. 
Pumpage is estimated to average 38,000 gpd. 
LABORATORY NO. 114,770 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
village of Buckingham (149)- in 1902. 
At that time a well was drilled to a depth of 
150 ft. and located about 450 ft. southwest of the 
Illinois Central R. R. depot. The well was 4 1/2 
in. in diameter and penetrated 94 ft. of drift which 
was cased off. This well has since been plugged. 
In 1935 George Berns , Chebanse, drilled a 
well; now called Well No. 2, 25 ft. west of'the 
old well (or approximately 2450 ft. N. and 1100 
ft. W. of the S. E. corner of Section 27, T. 30 N., 
R. 9 E.) . The well was drilled to a depth of 150 
ft. below a surface elevation of 652± ft. 
The well is cased to a depth of 97 ft. with 6-
in. pipe, below which the hole is 6 in. in diame-
ter . 
The existing pump installation, made in Mar. 
1940, i s : 60 ft. of 3-in. column pipe; 6-in., 18-
stage Deming turbine pump, No. 1218, having an 
overall length of about 10 ft. and a rated capacity 
of 50 gpm. against 215 ft. of head; 10 ft. of 4-in. 
suction pipe; 5-hp. U. S. electric motor. 
At the time when the turbine pump was in-
stalled in Mar., 1940, the distance to water mea-
sured 35 ft. below the pump base (2 ft. above 
ground) after 24 hr . of idle period. 
Analysis of a sample (Lab. No. 112,780) col-
lected Dec. 4, 1947 after pumping 20 min. at 50 
gpm., showed the water to have a hardness of 9.4 
gr . per gal., a residue of 398 ppm., and an iron 
content of 0.5 ppm. 
Well No. 2 has been abandoned as a source of 
supply, but was used during the production tes t of 
Well No. 3, as an observation hole. 
Well No. 3 was completed in April, 1949, to a 
depth of 240 ft. by Ira French and Son, Fairbury, 
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and located 9 ft. south of Well No. 2. The well was 
cased" with 8-in. id. pipe from 3 ft. above to 91.5 
ft. below ground level. When the drilling of the 
well had reached 150 ft. depth in Jan. 1949, a pro-
duction test was made by the State Water Survey. 
The pumping equipment from Well No. 2 was in-
stalled in Well No. 3 and water levels were ob-
served in Well No. 2 as well as in No. 3. Water 
levels in both wells were measured below a hor i -
zontal plane through the top of the 6-in. casing in 
Well No. 2. This reference plane was 0.5 ft. above 
ground level at Well No. 3. Before the test the 
water level was 31.1 ft. below the plane level and 
after 6 1/2-hr. pumping at a final rate of 40 gpm. 
the drawdown in Well No. 3 was 43.4 ft. and in 
Well No. 2 was 42.6 ft. When extrapolating the 
test data on a semi-log plot, it was indicated that 
at the end of 12-hr. pumping at a continuous rate 
of 30.6 gpm. the water level would have dropped 
enough to cause the pump to break suction. 
Twelve hr . after stopping the pump, the water 
level recovered to 3 7.6 ft. or 6.5 ft. below the 
level before starting the test. 
The well was then deepened by French to 240. 
ft. The formation from 150 to 240 ft. was r e -
ported to be limestone. 
On Apr. 19, 1949, a short production test was 
made by the State Water Survey. Before the test 
the water level was 40.0 ft. and after 3-hr. pump-
ing at 55 gpm. the drawdown was 38.2 ft. Thir -
teen min. after stopping the pump the water level 
was 51.6 ft. or 11.6 ft. below the level before 
pumping. 
Analysis of a sample (Lab. No. 117,922) col-
lected Apr. 18, 1949, after 3-hr. pumping at 55 
gpm., showed this water to have a hardness of 
9.2 gr. per gal., a residue of 422 ppm. and an iron 
content of 0.4 ppm. 
In Dec. 1947, pumpage was estimated to av-
erage 7500 gpd. 
Correlated dr i l le r ' s log of well drilled in 1935 furnished by the State Geological Survey: 
2 - Buckingham 
LABORATORY NO. 112,780 
I l l inois Sta te Wa te r Survey - Bu l l e t i n No. 40 
A public w a t e r supply was in s t a l l ed in 1889 by 
the v i l lage of Buckley (457). 
Water w a s f i r s t obtained f r o m a wel l dug to a 
depth of about 35 ft. In 1893, Well No. 1 was 
d r i l l e d to a depth of 147 ft. and loca ted on v i l l a g e -
owned p r o p e r t y on the e a s t s ide of R a i l r o a d Ave . 
about midway b e t w e e n F i r s t and I l l ino i s St . When 
d r i l l e d , Well No. 1 flowed into a b r i c k col lect ing 
r e s e r v o i r , m a d e out of the old dug we l l . Well 
No. 1 h a s not b e e n in s e r v i c e s ince Sept . 1948 due 
to a hole in the c a s i n g . The Deming p lunger pump, 
No . 4168 i s in p l a c e . 
Well No. 2 was d r i l l e d in 1912 to a depth of 
147 ft. and loca ted in the pumping s ta t ion about 
10 ft. south of Well No. 1. Both we l l s w e r e c a s e d 
with 4 - i n . pipe to 142 ft. and with 5 ft. of Cook 
s c r e e n . 
In June 1915, the non-pumping w a t e r l eve l in 
both we l l s was r e p o r t e d to be about 10 ft. be low 
the ground su r f ace (e lev . 698± ft.) and when 
pumping , the drawdown was v e r y s m a l l . In Jan . 
1922 the w a t e r level was 16 ft. and in 1934, i t w a s 
18 ft. 
Well No. 2 is equipped with a Deming 3 1/2-
in . cy l inde r pump , No. 7957, s e t a t 40 ft. with 2 4 -
in . s t r o k e and o p e r a t e d a t 30 s p m . 
The p u m p s in Well No. 1 and 2 a r e b e l t - c o n -
nec t ed to a 1 0 - h p . , 865 r p m . G e n e r a l E l e c t r i c 
m o t o r . 
Well N o . 2 h a s not b e e n u s e d s ince Sept . 1948. 
Ana lys i s of a s a m p l e (Lab . No. 109,574) c o l -
l ec ted M a r . 19, 1947 showed t h i s w a t e r to have a 
h a r d n e s s of 45.5 g r . p e r ga l . , a r e s i d u e of 1097 
p p m . , and an i r o n content of 1.3 p p m . 
Well No. 3 w a s comple ted in A p r . 1948 to a 
depth of 152 ft. by John Bo l l i ge r and Sons , F a i r -
b u r y , and loca ted 50 ft. w e s t of Wells No. 1 and 
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2 (or a p p r o x i m a t e l y 2630 ft. N. and 1500 ft. E. of 
the S. W. c o r n e r of Sect ion 26, T. 25 N. , R. 10 E . ) . 
' The wel l was c a s e d with 8- in . b lack pipe f r o m 
1 1/2 ft. above to 142 ft. be low ground l eve l and 
12 ft. of exposed length of Johnson E v e r d u r s c r e e n , 
the upper 6 ft. having No. 20 s lot openings and the 
lower 6 ft. having No. 40 s lo t open ings . 
A produc t ion t e s t was m a d e by the State Water 
Survey on A p r . 20, 1948. F o r t e s t p u r p o s e s the 
p u m p a s s e m b l y cons i s t ed of 50 ft. of 4 - i n . co lumn 
p ipe ; t u rb ine p u m p and s h o r t length of suc t ion 
p i p e , with the bo t t om of the suc t ion pipe at 56 ft.; 
55.3 ft. of 1 /4- in . g i . a i r l ine; e l e c t r i c m o t o r . B e -
fore the t e s t the s ta t ic w a t e r l eve l was 18.3 ft. b e -
low the top of the cas ing and af ter 4 - h r . pumping 
at 192 g p m . , with no pumping in Wel l s No . 1 and 
2 the drawdown in Well No. 3 was 9.9 ft. When 
pumping in Well No. 3 and with s imu l t aneous 
pumping in No . 1 and No. 2 at a combined yield of 
40 gpm. , the addi t iona l drawdown in Well No. 3 
was 1.1 ft. 
The . pumping equ ipment c o n s i s t s of 80 ft. of 
3 - in . co lumn pipe; 6 - in . , 8 - s t a g e P o m o n a tu rb ine 
p u m p , No. S . F . 2049, r a t e d a t 55 gpm. a g a i n s t 
60 ft. of head ; 80 ft. of a i r l i ne , with no gauge; 15 
ft. of 3 - in . suct ion p ipe; 1 1/2-hp. U. S. e l e c t r i c 
m o t o r . 
Ana lys i s of a s amp le (Lab . No . 116,414) c o l -
l ec ted Nov. 9 , 1948 af ter 2 0 - m i n u t e s pumping , 
showed th i s w a t e r to have a h a r d n e s s of 45.0 g r . 
p e r g a l . , a r e s i d u e of 1149 p p m . , and an i r o n 
content of 1.4 p p m . 
All w a t e r i s a e r a t e d , f i l t e red and sof tened. 
A n a l y s i s of a s ample (Lab . No. 116,648) c o l -
l ec ted Nov. 9 , 1948 showed the t r e a t e d w a t e r to 
have a h a r d n e s s of 1.2 g r . p e r g a l . , a m i n e r a l 
content of 1088 p p m . , and an i r o n content of 0.1 
p p m . 
P u m p a g e i s e s t i m a t e d to a v e r a g e 16,500 gpd. 
C o r r e l a t e d d r i l l e r ' s log of Well No. 3 furn ished by the State Geolog ica l Survey : 
2 - Buckley 
LABORATORY NO. 116,414 
LABORATORY NO. 116,648 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
village of Buda (784) in 1896. 
At that t ime, Well No. 1, located in the pump-
ing station, was drilled on Lot 30 of Murphy's 
Addition, 70 ft. north of Washington St. and 120 ft. 
west of Hill St. (or approximately 1480 ft. N. and 
1805 ft. E. of the S. W. corner of Section 34, T. 
16 N., R. 7 E.). The well was drilled to a depth 
of 1612 ft. The top 336 ft. of the hole was r e -
ported to be 8 in. in diameter , and the lower part 
to be 6-in. diameter. The well was cased to a 
depth of 483 ft. The elevation of the top of the 
well is 770± ft. 
It was reported that when the drilling was at 
a depth of 45 ft., boulders were encountered, and 
that at between 100 and 200 ft. depth there was an 
offset in the bore hole. The pump rods frequently 
broke at this depth. It was believed that the casing 
was ruptured at this depth because at t imes of 
pump repai r , gravel stones were found lodged on 
the couplings of the column pipe. 
BUDA 
Bureau County 
Jan. 30, 1948 
During the drilling, a strong vein of water 
was encountered at 290 ft., and a strong sulphur 
odor was present at 450 ft. 
Leverett , in "Illinois Glacial Lobe," published 
in 1899, stated" that the water level in this well 
was 125 ft. below the top. 
Water levels and discharge ra tes have been 
reported as follows: 
On June 14, 1945, a quali ty-series test was 
run by the State Water Survey. The pump had 
Sample-study log of Well No. 2 furnished by the State Geological Survey: 
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been idle five days before the test . The non-
pumping water level was 5, ft. above the cylinder 
and on starting the pump, it was approximately 
5 min. before water was discharged. Well No. 1 
was abandoned June 1947 and has been capped 
and covered with concrete. 
Well No. 2 was drilled in 1926 to a depth of 
1630 ft. by P. E. Millis, Byron, and located in the 
pump house 21 ft. north and 7 ft. east of Well No. 
It was cased with a 12-in. cast iron screw-
jointed pipe to a depth of 482 1/2 ft. Below the 
casing, the hole is 10 in. in diameter . 
The pumping installation consists of 282 ft. 
of 8-in. drop pipe; Downie double-acting, deep-
well plunger pump, No. 34, rated at 270 gpm. but 
has been slowed down to 27 spm. and delivers 100 
gpm.; the length of the working bar re l is 7 ft. 9 
in.; 10 ft. of 8-in. suction pipe; 25-hp. Westing-
house electr ic motor. 
After the well was completed in 1926, a p ro -
duction tes t was attempted, using the well rig to 
operate the pump. When the production reached 
300 gpm., the rods were broken. 
In July, 1927, the non-pumping water level in 
this we 11, 2 1/2 hr . after the pump in Well No. 1 
had been shut down, was 187 ft. On May 14, 1945, 
when the pump was out because of broken rods, 
the water level was 218 ft. 
At present Well No. 2 supplies the entire de -
mand of Buda. 
Analysis of a sample (Lab. No. 111,403) col-
lected Aug. 6, 1947, from a tap at the well after 
pumping 50 min., showed the water in Well No. 2 
to have a hardness of 12.5 gr. per gal., a residue 
of 1143 ppm., and an iron content of 0.9 ppm. 
The water is not treated. 
Pumpage is estimated at 30,000 gpd. 
Well No. 3 was completed in Aug., 1945 to a 
depth of 134 ft. by A. J. P ierson, Manlius. It is 
located 12 ft. north and 44 ft. east of Well No.',2, 
and was cased with 127 ft. of 8-in. pipe and 7 ft. 
of 8-in., No. 60 slot Johnson Armco-iron screen, 
exposed to sand and gravel. The top of the c a s -
ing is 2 ft. above ground level. 
In Sept., 1945, a cylinder pump was rigged up 
by the dr i l le r , and operated for a few hours when 
sand cut out the pump leathers . No data of the 
pumping were reported but a recommendation 
was made that the well was capable of producing 
100 gpm. An effort was made to locate a turbine 
test pump to clean out the well and obtain a more 
reliable production test . The water level in Aug., 
1945, was reported to be 55 ft. 9 in. below the 
ground surface. 
Pumping equipment was installed about June, 
1946, and consisted of 100 ft. of 4 1/2-in. column 
pipe (oil lubricated); 5 1/2-in., 20-stage Aurora 
turbine pump, No. 29043, rated at 100 gpm. 
against 260 ft. of head. The length of the pump is 
9 ft. 1 1/4-in.; 10 ft. of 4 1/2-in. suction pipe; 
10-hp. 1750 rpm. electric motor. 
On Oct. 11, 1946, the pump was operated in-
termittently for a few hours, and then, after an 
hour shut-down, the pump was operated for 37 h r . 
at 20 gpm. The drawdown was 12 ft. from a non-
pumping water level of 50 ft. below the top of the 
casing. The pumping rate was then increased to 
50 gpm. for 1 hr . with a drawdown of 30 ft. Dur-
ing the entire pumping period, the water had a 
rusty color and contained silt or very fine sand. 
In Feb.-, 1947, the well was not in service b e -
cause of the high content of sand in the discharge. 
Well No . 3 is not in u s e , and the pump h a s 
b e e n r e m o v e d . 
A n e l e c t r i c a l e a r t h r e s i s t i v i t y s u r v e y was 
m a d e by the State Geo log ica l Su rvey in Aug. 1947. 
The a r e a c o v e r e d in the s u r v e y inc luded: Sec t ions 
27 and 34 , and f rac t iona l e a s t p o r t i o n s of Sect ions 
Buda - 3 
28 and 3 3 , a l l in T. 16 N . , R. 7 E. and no r th of 
Buda. 
In J an . 1948, t e s t h o l e s w e r e being d r i l l e d in 
a s e a r c h for a dr i f t supply by H a y e s and S i m s , 
Champa ign . 
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The original water supply for Buffalo Rock 
State Park was from a well at the base of the 
rock near its easter ly end, on land owned by 
James O'Meara, and located approximately 1700 
ft. N. and 1500 ft. E. of the S. W. corner of Section 
17, T. 33 N., R. 3 E. The well was drilled about 
1882 or 1887 and was reported to be 697 ft. deep. 
The well is enclosed at the top in a brick manhole 
with a cast- i ron cover. Originally, this was a flow-
ing well, but later a pump was installed and the wa-
ter lifted to the top of the bluff. When the well 
on top of the bluff was drilled in 1926, this well 
was no longer used but was piped to a stock tank. 
Rate of flow was 4 gpm. Diameter and casing 
record are not known. 
Analysis of a sample (Lab. No. 71482) col-
lected Aug. 11, 1932 showed the water to be mod-
erately mineralized (426 ppm.) but hard (323 
ppm.). The iron content was 0.4 ppm. 
In July, 1926, a well was drilled on top of the 
BUFFALO ROCK STATE PARK 
La Salle County 
June 27, 1947 
rock, at the east end, by John C. Schomas, Ot-
tawa, and located 1700 ft. N. and 1100 ft. E. of 
the S. W. corner of Section 17. The well is 480 
ft. deep and is cased with 6-in. pipe to 180 ft. and 
a 4-in. pipe from 180 ft. to 422 ft. The horizontal 
distance between the two wells is about 200 ft. 
The pumping equipment consists of 150 ft. of 
4-in. column pipe; 6-in., 4-stage American Well 
Works turbine pump, No. 59242, rated at 35 gpm. 
against 250 ft. of head at 3500 rpm.; overall 
length of pump is 2 ft. 4 in.; 10 ft. of 3 1/2-in. 
suction pipe; 7 1/2-hp. U. S. electric motor, No. 
111517. 
Par t ia l analysis of a sample (Lab. No. 110,855) 
collected June 27, 1947 after 15-minute pumping 
showed this water to have a hardness of 25.5 gr. 
per gal., a mineral content of 514 ppm., and an 
iron content of 0.2 ppm. 
Pumpage is estimated to be 6000 gpd. 
Correlated dr i l l e r ' s log of well drilled in 1926 furnished by the State Geological Survey: 
2 - Buffalo Rock State P a r k 
LABORATORY NO. 110,855 
I l l ino is S ta te Water Survey - Bul le t in No. 40 
A publ ic wa te r supply was in s t a l l ed by the v i l -
lage of B u r e a u (483) about 1899. 
Since that t i m e , w a t e r h a s b e e n obtained f r o m 
4 w e l l s . 
Water was f i r s t obta ined f r o m a wel l on the 
Chicago Rock Is land and Pac i f ic R. R. depot 
g r o u n d s . Wate r flowed f rom the wel l d i r ec t l y i n -
to the d i s t r i bu t ion s y s t e m . The wel l was 305 ft. 
deep below a ground su r face e l eva t ion of 485± ft. 
and was c a s e d with 4 - i n . p ipe . I t was the joint 
p r o p e r t y of the v i l lage and the r a i l r o a d , the l a t -
t e r us ing the w a t e r for dr inking p u r p o s e s only. 
The wel l was abandoned in 1934 and was p r e -
sumab ly s e a l e d . 
A ques t ion a r o s e about 1938 as to the ef-
f ec t ivenes s of the s e a l , but in June , 1946, the 
r a i l r o a d r e p o r t e d to the v i l lage tha t the s ea l was 
holding and t h e r e was no ind ica t ion of l eakage . 
A n a l y s i s of a s amp le ( L a b . No. 52930) c o l -
l ec ted D e c . 2 , 1924, showed the wa te r f r o m th i s 
wel l to have a h a r d n e s s of 3.3 g r . p e r ga l . , a 
m i n e r a l content of 2008 ppm. , and no i r o n . 
In 1910, Well No. 2 was d r i l l e d in the park ing 
on the w e s t s ide of K a n s a s St. about 3 1/2 b l o c k s 
f r o m the r a i l r o a d w e l l , (or a p p r o x i m a t e l y 500 ft. 
S. and 1000 ft. E. of the N. W. c o r n e r of Sect ion 
17, T . 15 N . , R. 10 E . ) . 
The wel l was r e p o r t e d to be 305 ft. deep b e -
low a ground su r face e leva t ion of 4 9 7 i ft., and 
BUREAU 
B u r e a u County 
Aug. 6, 1947 
c a s e d with 5- in . p ipe . The w a t e r flowed d i r e c t l y 
into the d i s t r i b u t i o n s y s t e m . Accord ing t o L e -
v e r e t t i n " I l l i n o i s G l a c i a l L o b e " publ ished i n 
1899, " a p p r o x i m a t e l y 135 ft. of dr i f t was p e n e -
t r a t e d and be low that the we l l s e n t e r coa l m e a -
s u r e s and p robab ly d e r i v e t he i r supply f r o m 
l i m e s t o n e . " In 1915, i t was r e p o r t e d tha t the 
w a t e r had a n a t u r a l p r e s s u r e a t the ground l eve l 
of about 30 p s i . and ap p a ren t l y had d e c r e a s e d but 
l i t t le s ince the we l l s w e r e f i r s t d r i l l e d . 
In 1934, t h i s wel l w a s r e c a s e d with 3 1/2-in. 
p ipe s e t within the 5 - in . c a s i n g . Water flows 
f rom th i s we l l d i r e c t l y into the d i s t r i b u t i o n s y s -
t e m . 
An a r t e s i a n we l l owned by a M r . J e n s e n and 
located on the nor th s ide of the r a i l r o a d about 
1 1/4 b locks n o r t h e a s t of the depot , was d r i l l e d 
p r i o r to 1920. The wel l was 342 ft. deep be low 
a ground su r f ace e leva t ion of 490± ft., and c a s e d 
with 4 - i n . p ipe . 
In 1920, i t w a s r e p o r t e d tha t w a t e r flowed 
f ree ly f r o m a faucet on the f i r s t floor of the r e s i -
dence about 50 ft. above the top of the w e l l . Wa-
t e r had f o r m e r l y flowed on the second floor of the 
r e s i d e n c e . 
In 1934, t h i s we l l w a s r e c a s e d by Ludwig and 
Hutch inson , Ohio . New 2 1/2-in. pipe w a s p laced 
within the old 4 - i n . c a s i n g . After the r e p a i r s , 
the shu t - i n . p r e s s u r e w a s 24 p s i . 
Cos t of the r e p a i r work w a s l iquidated by the 
S a m p l e - s t u d y log of Wel l No. 4 furnished by the State Geolog ica l Su rvey : 
2 - Bureau 
TABLE 1 
Hole Record 
12-in. from surface to 254 ft. 
8-in. from 254 to 336 ft. 
Casing Record 
13-in. od. from surface to 157 ft. 
8-in. id. from surface to 254 ft. 
village which thereby acquired title to the well, 
and the Jensen property was supplied with water 
without charge. The well did not continue to 
produce sufficiently and was subsequently aban-
doned. 
Well No. 4 was completed by J. P. Miller 
Artesian Well Co., Brookfield, in Oct. 1946. It 
is located 467 ft. north of Rock Island St. and 24 
ft. west of Kansas Ave., and 350 ft. southeast of 
Well No. 2 (or approximately 750 ft. S. and 
1100 ft. E. of the N. W. corner of Section 17). 
The elevation of the ground surface is 490± ft. 
The well was drilled to a depth of 334 ft. be -
low the ground level, with the top of the 8-in. 
casing 2 ft. above ground level. 
The hole and casing diameter record is given 
in Table 1. 
The annular space outside the 8-in. casing 
was cemented in, using 13 7 sacks of cement. 
During the drilling, a small flow of sulphur 
water was obtained from a coal vein at 155 ft. 
The flow at ground level was estimated at 25 to 
30 gpm., and the probable shut-in pressure at 25 
psi.' 
After the 8-in. casing was cemented, the hole 
remained dry to 259 ft. when a small flow started, 
and then increased until a depth of 325 ft. was 
reached. No change in flow was observed with 
deeper drilling. 
On Nov. 1, 1946, a flow measurement, with 
calibrated instruments, was made by the State 
Water Survey. Well No. 3 (Kansas St.) was flow-
ing continuously. 
The observations made during the test are 
given in Table 2. 
Water flows from this well directly into the 
distribution system. 
The business district and the residences in 
the lower part of the village are supplied by the 
ar tes ian pressure . A booster pump is used to 
supply water to consumers located on higher 
ground. 
Analysis of a sample (Lab. No. 108,163) col-
lected Nov. 1, 1946 after pumping for 2 h r . 50 
min. at a rate of 135 gpml, showed the water to 
have a hardness of 3.2 gr. per gal., a mineral 
content of 2062 ppm. and an iron content of 0.4 
ppm. The quality is of generally similar charac-
TABLE 2 
Bureau - 3 
LABORATORY NO. 108,163 
ter to that obtained from the other wells. The water is not treated, and is not metered. 
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A public water supply was installed by the 
village of Burlington (235) in 1941. 
Water is obtained from a well drilled to a depth 
of 111 ft. by Hayes and Sims, Champaign, and lo-
cated about 120 ft. south of Center St. and 50 ft. 
east of South St. (approximately 1000 ft. S. and 50 
ft. W. of the N. E. corner of Section 9, T. 41 N., 
R. 6 E.). The elevation of the ground surface is 
920± ft. 
The pump base is 2 ft. above ground level. 
The well is cased with 6-in. pipe and has a 35 
slot Armco-iron screen with an overall length of 
14 ft. 8 in. 
A production test was made on July 7, 1941. 
While pumping at 40 gpm. the drawdown was 5 ft. 
from a non-pumping water level of 33 ft. below 
the ground surface. 
BURLINGTON 
Kane County 
Aug. 28, 1947 
The existing pump installation, made in May 
1941, is : 50 ft. of 4-in. column pipe; 6-in., 4-
stage Aurora Pump Co. turbine pump, No. 12504, 
having a rated capacity of 50 gpm. against 57 ft. 
of head; the overall length of the pump is 29 in.; 
10 ft. of 4-in. suction pipe with s t rainer; 50 ft. of 
1/4-in. gi. air line; 2-hp. General Electric motor. 
The distribution system was completed in 
Nov, 1943. In July 1947 the average estimated 
pumpage was 7500 gpd. 
Analysis of a sample (Lab. No. 111,400) col-
lected Aug. 6, 1947 after 1/4.-hr. pumping at 50 
gpm., showed this water to have a hardness of 
19.7 gr. per gal., a residue of 385 ppm., and an 
iron content of 3.1 ppm. 
The municipality owns an iron removal plant. 
LABORATORY NO. 111,400 
I l l ino is S ta te Water Su rvey - Bul le t in No. 40 
The ci ty of Bushne l l (2906) ins ta l led a public 
w a t e r supply in 1889. 
Water was o r ig ina l ly obtained f r o m about s ix 
tubula r we l l s into a sand and g r ave l s t r a t u m . 
T h e s e wel l s w e r e about 6 in . in d i a m e t e r and 120 
ft. deep . B e c a u s e of the low yie ld , a l l of these 
we l l s w e r e abandoned. 
Well No. 1 (West Well) was d r i l l ed in 1897 to 
a depth of 1352 ft. by C. F. S turdevant , Chicago 
Junct ion, Ohio , and located on the e a s t s ide of 
Dean St . , no r th of the r i g h t - o f - w a y of the Ch icago , 
Bur l ing ton , and Quincy Rai lway and the Toledo , 
P e o r i a , and W e s t e r n Ra i lway (or app rox ima te ly 
2300 ft. S. and 2400 ft. W. of the N. E. c o r n e r of 
Sect ion 33 , T. 7 N . , R. 1 W.). The ground surface 
e leva t ion is 651± ft. The hole and cas ing d i a m e t e r 
r e c o r d is given in Table 1 . 
During the d r i l l i ng , wa te r was encoun te r ed a t 
dep ths of 121 , 326, 725, and 1350 ft. When the 
wel l was comple ted , the d r i l l e r r e p o r t e d that the 
non-pumping wa te r l eve l was 25 ft. below the 
ground s u r f a c e , and that the wel l would p roduce 
an a v e r a g e of 190 gpm. for 24 h r . with a d r a w -
down of 60 ft. The well was r e c a s e d in 1914 by 
Warwick , H a g e r t y , and Shag, Keokuk, Iowa, and 
15 or 20 ft. w e r e left open at a depth of 120 ft. to 
a d m i t wa te r f r o m sand and g r a v e l . The wa te r level 
was 52 ft. In 1923, the non-pumping wa te r l eve l 
was 65 ft. In 1931 , the wel l had filled in to a 
depth of 500 ft. In 1932, the wel l was r e a m e d 
and deepened to a to t a l depth of 1509 1/2 ft. by 
J . B . M i l l i s , B y r o n . The wel l was c a s e d as fo l -
lows: 
16- in . od. d r ive pipe f r o m sur face to 140 ft. 
1 2 - 1 / 2 - i n . id . cas ing f rom 1 1/2 ft. above s u r -
face to 410 f t . 10 in . 
10- in . id . cas ing f rom 410 ft. 10- in . to 1054 ft. 
The uncased hole below 1054 ft. was 10 in. in 
d i a m e t e r . 
Air lift pumping was r e p l a c e d by the followr-
ing: 150 ft. of 5 - in . co lumn pipe; 7 5 / 8 - i n . , 13 -
s tage F a i r b a n k s - M o r s e tu rb ine pump r a t e d a t 
BUSHNELL 
McDonough County 
M a r c h 9, 1948 
350 gpm. ; 20 ft. of 5- in . suc t ion p ipe; 163 ft. of 
1 / 4 - i n . a i r l ine ; 30 -hp . F a i r b a n k s - M o r s e e l e c -
t r i c m o t o r , opera t ing a t 1760 r p m . 
Upon comple t ion of th i s w o r k , a p roduc t ion 
t e s t was m a d e by the c o n t r a c t o r . The well y ie lded 
160 gpm. with a d rawdown of about 80 ft. f rom a 
non-pumping w a t e r l eve l of 94 ft. below the top 
of the 12 1/2-in. c a s i n g . Fol lowing the t e s t , the 
wa te r l eve l r o s e to 93 ft. The co lumn pipe was 
then changed to 250 ft. of 5 - in . A t e s t then showed 
the well to p roduce about 200 gpm. with a d r a w -
down of 164 ft. f rom the non-pumping wa te r l eve l 
of 93 ft. Th i s pump was ove rhau l ed in 1937 and in 
1941 the pump was ove rhau led and r e b u i l t by 
Clyde B r a d l e y , Lewis ton . 
A p roduc t ion t e s t was m a d e by the State W a -
t e r Survey M a r . 2 and 3 , 1944. The wel l p r o -
duced 185 gpm. with a drawdown of 99 ft.; and 
220 gpm. with a drawdown of 137 ft. f rom a n o n -
pumping w a t e r l eve l of 131 ft. P u m p i n g f r o m 
Well No. 2 c a u s e d an addi t ional drawdown of about 
5 ft. 
The ex i s t ing pump in s t a l l a t i on c o n s i s t s of: 
130 ft. of 5 - in . od. co lumn pipe; 7 - s t a g e , 7 3 / 4 - i n . 
od. F a i r b a n k s - M o r s e tu rb ine pump; 20 ft. of 5 - in . 
suct ion p ipe; 110 ft. of 1/4-in. a i r l ine . The pump 
head and m o t o r a r e those in s t a l l ed in 1932. 
Ana lys i s of a s a m p l e (Lab . No. 113,767), c o l -
lected M a r . 9, 1948 af ter 1 0 - m i n . pumping at 125 
g p m . , showed the w a t e r to have a h a r d n e s s of 24.9 
g r . pe r ga l . , a r e s i d u e of 1878 p p m . , a f luoride 
content of 3.5 ppm. , and an i r o n content of 0.3 
p p m . 
Well No . 2 ( E a s t Well) was d r i l l ed in 1915 to 
a depth of 1355 ft. by F r a n k F o g e l , and is loca ted 
about 60 ft. e a s t of Well No. 1. 
The wel l was r e p o r t e d to be c a s e d as fol lows: 
12 1/2-in. cas ing f r o m su r f ace to 136 ft.; 10- in . 
ca s ing f rom 136 to 450 ft.; 8- in . c a s ing f r o m s u r -
face to 903.5 ft. 
The non-pumping wa te r l e v e l when the wel l 
TABLE 1 
Hole R e c o r d 
12- in . d i a m e t e r f r o m sur face to 135 ft. 
10- in . d i a m e t e r f r o m 135 to 415 ft. 
8- in . d i a m e t e r f r o m 415 to 900 ft. 
6- in. d i a m e t e r f r o m 900 to 1352 ft. 
Cas ing R e c o r d 
Cas ing to depth of 900 ft. 
2 - Bushne l l 
LABORATORY NO. 113,767 
w a s c o m p l e t e d was r e p o r t e d to be 85 f t . below the 
top of the we l l . 
Some t ime p r i o r to 1931, a i r lift pumping 
equ ipmen t w a s in s t a l l ed in the we l l r ep l ac ing a 
cy l inder p u m p and in 1931 a t u rb ine pump w a s 
i n s t a l l e d . At tha t t i m e , the non-pumping w a t e r 
l eve l w a s r e p o r t e d to be 97 ft. and the wel l had 
fi l led in to a depth of 1306 ft. 
The well was t e s t e d sho r t l y af ter t h i s pump 
w a s i n s t a l l e d and found to y ie ld 350 gpm. A t e s t 
m a d e on Jan . 26, 1932, showed the yield to be 150 
gpm. The p u m p was ove rhau led in 1937, and the 
non-pumping wa te r l eve l was r e p o r t e d to be 98 ft. 
I n 1943, the non-pumping w a t e r l eve l w a s r e -
po r t ed to be 130 ft., and when pumping at 300 g p m . , 
the drawdown was 33 ft. 
A p roduc t ion t e s t was m a d e by the State W a -
t e r Survey on M a r . 24 , 1945. When pumping a t 
297 gpm. , the drawdown w a s 20 ft. f r o m a n o n -
pumping w a t e r l eve l of 127 ft. be low the pump 
S a m p l e - s t u d y log of Well No . 3 fu rn i shed by the State Geo log ica l Survey : 
Bushne l l - 3 
TABLE 2 
Hole R e c o r d 
16- in . f rom su r f ace to 137 ft. 
15- in . f r o m 137 to 909 ft. 
10 5 / 8 - i n . f r o m 909 to 1510 ft. 
Cas ing R e c o r d 
16- in . od. pipe f r o m s u r f a c e to 137 ft. 
15- in . od. pipe f r o m su r f ace to 909 ft. 
b a s e . When opera t ing the p u m p in Well No. 1 , 
t h e r e was an addi t ional d rawdown of about 6 ft. 
The ex i s t ing pumping e q u i p m e n t c o n s i s t s of: 
200 ft. of 5- in . co lumn pipe; 7 1/2-in., 1 2 - s t a g e , 
od. F a i r b a n k s - M o r s e oi l l ub r i ca t ed t u rb ine pump; 
the o v e r a l l length of the pump is 8 ft.; 200 ft. of 
1/4-in. a i r l ine; 20 ft. of 5- in . suct ion p ipe ; 173 
ft. of 1 /4- in . a i r l ine; 3 0 - h p . , 1760 r p m . F a i r -
b a n k s - M o r s e e l e c t r i c m o t o r , No. 290791. 
Ana lys i s of a s a m p l e ( L a b . No. 113,768), c o l -
lec ted M a r . 9, 1948, af ter 1/2-hr . pumping at 150 
gpm. , showed the w a t e r to have a h a r d n e s s of 21.7 
g r . pe r g a l . , a r e s i d u e of 1791 p p m . , and an i r o n 
content of 0.4 ppm. 
Wel l No . 3 w a s d r i l l e d in 1945 to a depth of 
1510 ft. by the Thorpe Well Co . , Des Moines , 
Iowa, and is loca ted about 300 ft. south of Wel ls 
No . 1 and 2 . 
The hole and cas ing d i a m e t e r r e c o r d i s a s 
shown in T a b l e 2 . 
A p roduc t ion t e s t was m a d e by the State W a -
t e r Su rvey on F e b . 16, 1945. F o r t e s t p u r p o s e s , 
the we l l w a s equipped with a 12- in . , 13 - s t age 
tu rb ine pump with the bo t t om of the suct ion pipe 
at a depth of 285 ft. 1 in . With a p roduc t ion of 275 
g p m . , the drawdown w a s 76 ft. and with a p r o -
duct ion of 325 g p m . , the drawdown was 103 ft. b e -
low a non-pumping wa te r l eve l of 123 ft. O p e r a -
t ion of the pumps in W e l l s No . 1 and 2, had a n o -
t i ceab le effect on w a t e r l eve l s in Well No . 3 . 
The wel l w a s " s h o t " with 500 l b . o f 50% d y -
nami t e and 600 l b s . of 40% dynami t e in sho t s of 
50 lb . e a c h . Fol lowing the shoot ing , a p roduc t ion 
t e s t was m a d e . When pumping a t 243 g p m . , the 
drawdown w a s 135 ft. f r o m a nonrpumping wa te r 
l eve l of 123 ft. 
The pump ins ta l l a t ion i s : 300 ft. of 6 - in . 
co lumn pipe; 10- in . 9 - s t a g e , F a i r b a n k s - M o r s e 
tu rb ine p u m p No. AF-44339 ; 8 ft. o v e r a l l length , 
r a t e d at 300 gpm. a g a i n s t 360 ft. of head when 
ope ra t i ng at 1760 r p m . ; 20 ft. of 6 - in . suc t ion 
p ipe ; 300 ft. of 1 / 8 - i n . a i r l i ne ; 4 0 - h p . F a i r b a n k s -
M o r s e e l e c t r i c m o t o r No . 530897, o p e r a t i n g a t 
1765 r p m . 
A p roduc t ion t e s t w a s m a d e on Aug. 2 3 , 1946 
by the S ta te Wate r Survey and the F a i r b a n k s -
M o r s e C o . E q u i l i b r i u m condi t ions w e r e not o b -
t a ined , but after 2 - h r . 2 0 - m i n . pumping a t a r a t e 
of 370 g p m . , the drawdown w a s 159 ft. f r o m a 
non-pumping wa te r l eve l of 137 ft. On M a r . 9, 
1948, while pumping at 200 g p m . , the d rawdown 
was 95 ft. f r o m a non-pumping w a t e r l eve l of 130 
ft. 
Ana lys i s of a s a m p l e (Lab . No. 113,769) c o l -
lec ted M a r . 9 , 1948 af ter 2 5 - m i n . pumping a t 200 
g p m . , showed the w a t e r to have a h a r d n e s s of 
24.6 g r . pe r ga l . , a r e s i d u e of 1874 p p m . , and an 
LABORATORY NO. 113,769 
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iron content of 0.3 ppm. The character is similar 
to that from the No. 1 and No. 2 wells. Tempera-
tures of 69.6° to 72° F. have been recorded. 
The water is chlorinated. 
Water is pumped alternately from Wells No. 3 
and 1 or 3 and 2. 
In Mar. 1948, pumpage was estimated to av-
erage 427,000 gpd. 
Illinois State Water Survey - Bulletin No. 40 
The city of Byron (1113) established a muni-
cipal water supply in 1900. 
Water is obtained from 2 wells located 10 ft. 
apart south of Main St. between Union and Walnut 
St. (or approximately 2600 ft. S. and 700 ft. E. of 
the N. W. corner of Section 32. T. 25 N., R. 11 
E.). The ground elevation at the wells is 720± ft. 
Well No. 1 was drilled by W. H. Gray and 
Bros . , Chicago, in 1900 to a depth of 2000 ft. The 
hole diameter record is: 12-in. from surface to 
213 ft.; 10-in. from 213 to 1000 ft.; 8-in. from 
1000 to 1600 ft.; 5-in. from 1600 to 2000 ft. 
The well was cased with 213 ft. of 12-in. 
pipe into rock. A 10-in. casing was set within 
the larger casing and the space between the c a s -
ings filled with grout. 
Water is pumped with 100 ft. of 6-in. column 
pipe; 8-stage Peer less turbine pump, No. 62902, 
having an overall length of 7 ft.; 66 ft. of air line; 
15-hp. 1750 rpm. General Electr ic motor. No. 
6528129. 
In 1900, this well was reported to flow. In 
Nov., 1947, the non-pumping water level was 32 
ft. below the pump base and the drawdown was 62 
ft. This pump is operated only when No. 2 can-
BYRON 
Ogle County 
Nov. 20, 1947 
not supply the demand. 
Analysis of a sample (Lab. No. 112,653) col-
lected Nov. 20, 1947 showed the water to have a 
hardness of 15.6 gr. per gal., a residue of 286 
ppm., and an iron content of 0.3 ppm. The qual-
ity is very similar to that obtained from the No. 
2 well excepting that the temperature was r e -
corded as 57.5° F. 
Well No. 2 was drilled in 1929 to a depth of 
673 ft. by Paul E. Millis, Byron, and located about 
10 ft. south of Well No. 1. It was cased to 212 ft. 
with 8-in. pipe. 
The well is equipped with 60 ft. of 6-in. col-
umn pipe; 5-stage Fairbanks-Morse turbine pump, 
overall length about 6 ft.; 46 ft. of air line; 5-hp. 
Fairbanks-Morse electric motor, No. 237712, op-
erating at 1735 rpm. 
Analysis of a sample (Lab. No. 112,656) col-
lected Nov. 20, 1947 after 3-hr. pumping, showed 
the water to have a hardness of 15.4 g r .pe r gal., 
a residue of 256 ppm., and an iron content of 0.4 
ppm. 
The water is chlorinated but not otherwise 
treated. 
Sample-study log of Well No. 2 furnished by the State Geological Survey: 
2 - B y r o n 
LABORATORY NO. 112,656 
P u m p a g e for 1947 is e s t i m a t e d to a v e r a g e 205,000 gpd. 
Illinois State Water Survey - Bulletin No. 40 
The public water supply was installed by 
the village of Cabery. (299) in 1885. 
The installation included a well 8 in. in dia-
meter and 200 ft. deep, located on the west side 
of Ames St. between Chester and Main St. In 1920, 
a hole had been eaten in the casing and mud was 
drawn into the well. Shortly after, the well was 
abandoned. 
About 1907, a well known as the Park Well 
was drilled to a depth of 330 ft. and located north 
of Norton St. and East of Wagner St., extended, 
(or approximately 650 ft. N. and 830 ft. E. of the 
S. W. corner of Section 9, T.29 N., R. 9 E. in 
Kankakee County). Rock was encountered at 200 
ft. and the water was reported to have a hardness 
of 1 1/2 gr. per gal. The well was not used for 
the public supply because of i ts limited capacity. 
In June 1940, the well was cleaned out to a 
depth of 342 ft. by Geo. Berns , Chebanse, who r e -
- ported the well to be cased with 6 in. black pipe 
to 196 ft. and a 4 1/2-in. liner from about 196 to 
277 ft. At that time a production test was made. 
Static water level was 33 ft. below the surface. 
After bailing for 10 minutes at a rate of about 
16 gpm., the drawdown was 54 ft. During the next 
15 minutes water was bailed out at a rate of 12 
gpm. and the water was drawn down to 180 ft., 
the limiting depth to which the bailer could reach. 
Continued bailing at 7 gpm. kept the water level 
at 185 ft., a total drawdown of 151 ft. After 
stopping the bailing, the water level recovered to 
142 ft. within 15 minutes. 
The Park Well is equipped with a hand-pump 
and is used by nearby residents . 
Still in hope of obtaining an adequate supply of 
soft water, a well was drilled to a depth of 370 ft. 
CABERY 
Ford County 
Oct. 30, 1948 
by Berns , in 1941 and located 8 ft. from the old 
Park Well. The well was cased with 8-in. pipe to 
220 ft. and with 6-in. pipe from 220 to 280 ft. When 
completed it was reported that an insufficient 
supply of water was obtained; the exact amount is 
not known. A representative sample was not 
made available for analysis. The 8-in. casing 
has been pulled to a position about 12 ft. above 
ground level. A wood plug is driven in the top of 
the casing. 
A well was drilled to a depth of 233 ft., by 
Lars Jense, Clifton, in 1920 and located on the 
west side of Ames St., 120 ft. north of Chester 
St. (or approximately 250 ft. S. and 3.20 ft. E. of 
the N. W. corner of Section 16). The ground su r -
face elevation is 703± ft. 
The well was cased to 200 ft. with 6-in. pipe. 
Soft lime rock was encountered at 192 ft. and 
water at 233 ft. Upon completion of the well the 
dri l ler reported a static water level at 33 ft. and 
pumping for a long period at a rate of 60 gpm. 
Upon increasing the rate to 70 gpm. air was 
pumped within 10 minutes. 
A production test was made by the State Wa-
ter Survey on Mar. 9, 1942, using a temporary 
pump installation. Before the test was started 
and after a 1 1/2-hr. quiet period, the water l e -
vel was 39 1/2 ft. below the top of the casing, 
which is in a pit 2 1/2 ft. below ground level. 
After 5-hr. pumping at 19 gpm. the drawdown was 
11 ft. Then after a 20-minute shut-down, pump-
ing was resumed and after 3 1/2-hr. pumping at 
30 1/2 gpm. the drawdown was 19 1/2 ft. 
The pumping equipment, recently installed, 
consists of a Deming-Mueller minuturb pump, 
No.MT 2259 and a 3-hp. General Electr ic motor. 
The pump is mounted on a concrete base about 2 
LABORATORY NO. 116,366 
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ft. above ground level. 
Analysis of a sample (Lab. No. 116,366) col-
lected Oct. 26, 1948 after 7-hr. pumping at 30 
gpm., showed this water to have a hardness of 
41.0 g r .pe r gal., a mineral content of 1744 ppm., 
and an iron content of 1.4. 
Pumpage is estimated to average 18,000 gpd. 
I l l ino is S ta te Water Survey - Bu l l e t in No. 40 
A w a t e r supply was i n s t a l l ed by the vi l lage of 
C a m b r i d g e (1312) in 1896. 
Water is obta ined f r o m 2 we l l s loca ted a t the 
w a t e r w o r k s p lan t n e a r the c e n t e r of town. 
Well N o . 1 , the E a s t Wel l , i s loca ted a t a p -
p r o x i m a t e l y 2325 ft. S. and 1900 ft. W. of the N . E . 
c o r n e r of Sec t ion 7, T. 15 N . , R. 3 E. The e l e v a -
t ion of the ground sur face is 810± ft. 
The w e l l w a s d r i l l e d by H. W. C a r t e r in 1896 
to a r e p o r t e d depth of 1380 ft. In 1913, the depth 
w a s r e p o r t e d to be 1329 ft. Or ig ina l ly , t h e wel l 
w a s c a s e d wi th 250 ft. of 10- in . p ipe , and below 
t h i s depth the cas ing d i a m e t e r s w e r e 6 in . and 4 in . 
I n 1923, the wel l was r e c a s e d by F r e d C a r l s o n , 
C a m b r i d g e , with 332 ft. of 9 - in . d i a m e t e r pipe 
and 931 ft. o f 6 - in . p ipe . At that t i m e i t w a s r e -
po r t ed tha t l i m e s t o n e was e n c o u n t e r e d a t 342 ft. 
and sands tone was p e n e t r a t e d f r o m 1268 to 1329 
ft. 
When the we l l w a s c o m p l e t e d , i t w a s equipped 
with a Deming double - ac t ing deep wel l pump with 
a 5 3 / 4 - i n . cy l i nde r and 2 4 - i n . s t r o k e . The fo l -
lowing pumping a s sembly , i n s t a l l ed in Nov. 1940, is 
in s e r v i c e : 325 ft. of 4 1/2 od. co lumn p ipe ; 6- in . , 
3 1 - s t a g e P o m o n a tu rb ine p u m p , SU-1785 r a t e d a t 
CAMBRIDGE 
H e n r y County 
D e c . 18, 1946 
125 gpm. a g a i n s t a 350 -ft . head; 325 ft. of a i r l ine; 
30 ft. of 4 1/2 od . suc t ion p ipe with s t r a i n e r ; 2 0 -
h p . , 1 7 6 0 - r p m . West inghouse e l e c t r i c m o t o r . I t 
w a s p lanned to u s e a bowl a s s e m b l y having a 7-
in . d i a m e t e r , but an o b s t r u c t i o n in the wel l l i m i -
ted the d i a m e t e r to 6 in . 
In 1945, the S tandard P o w e r Equ ipmen t Co . 
m a d e s o m e r e p a i r s t o the d r ive shaft, coup l ings , 
and b e a r i n g s . 
A r e c o r d of w a t e r l e v e l s and drawdown in Well 
No. 1 is g iven in Tab le 1. 
T A B L E 1 
Well No. 2, the Wes t Wel l , is loca ted about 30 
ft. w e s t of Well No. 1 and was d r i l l e d in 1913 by 
C o r r e l a t e d d r i l l e r ' s log of Well No . 2 fu rn i shed by the State Geo log ica l Survey : 
2 - Cambridge 
TABLE 2 
the J .P .Mi l l e r Artesian Well Co., Brookfield, to 
a depth of 1377 ft. 
The well was cased with 142 ft. of 15-in. od. 
pipe and with 288 ft. of 10-in. pipe with the bot-
tom set at 442 ft. The bore hole below the casing 
was 8 in. in diameter. The well was equipped 
with a Keystone, deep-well, double-acting pump 
with a 6 3/4-in. working ba r r e l and 36-in. s troke. 
The cylinder was set at 300 ft. 
In 1945, the Standard Power Equipment Co. 
installed the following pump assembly, which is 
nowin service; 350 ft. of 5-in. column pipe; 6-in., 
40-stage Pomona turbine pump, SE 232, rated at 
200 gpm. against a 350-ft. head; 350 ft. of air 
line; 30 ft. of 5-in. suction pipe; 25-hp., 1750-
rpm. Westinghouse electric motor mounted on a 
combination drive gear head arranged for e m e r -
gency belt drive. 
The quality of the water obtained at these 
wells has changed since 1897 as indicated in 
Table 2. It appears that lesser proportions of 
water from the lower section of the wells is be -
ing obtained possibly due to a receding pressure 
from the St. Peter sandstone. 
On Mar. 9, 1944, a quality source test (Table 
3) was made on Well No. 1 and it was noted that 
the chloride content had dropped to 87 ppm. 
Analysis of a sample (Lab. No. 109,415) col-
lected from Well No. 2 On Nov. 21, 1946 after 
30-minute pumping, showed this water to have a 
hardness of 11.0 gr. per gal., a residue of 640 
ppm., and an iron content of 0.2 ppm. The chlo-
ride concentration was 50 ppm. and the t empera-
ture 59.7° F. 
In 1943, pumpage was estimated at 65,000 gpd. 
TABLE 3 
LABORATORY NO. 108,415 
Illinois State Water Survey - Bulletin No. 40 
The village of Campbell Hill (401) has not com-
pleted the installation of a public water supply. 
Originally, a well was drilled for the village in 
Apr., 1942, to a depth of 320 ft. by Glenn E.Clark , 
Fredericktown, Mo., and located on the west side 
of Cherry St. about 300 ft. north of the in te rsec-
tion of Cherry and Front St. (or approximately 
700 ft. N. and 2300 ft. E. of the S. W. corner of 
Section 9, T. 7 S., R. 4 W.). The ground surface 
elevation is 580± ft. 
The well was cased with 8-in. pipe from the 
surface to a depth of 61 ft. with 6-in. pipe from 
the surface to a depth of 250 ft., and the hole was 
6 in. in diameter below the depth. 
A production test was made by the State Water 
Survey on Apr. 24, 1942. A pump, set at a depth 
of 166 ft., was operated from the well rig. The 
non-pumping water level was 71 1/2 ft. below the 
top of the casing, but pumping levels were not 
available. After 3 1/2 hours the production had 
decreased from 40 gpm. to 26 gpm. At the end 
of 16 hours after the test , the water level was 
still 6 ft. below the initial non-pumping level. 
CAMPBELL HILL 
Jackson County 
March 16, 1948 
Analysis of a sample (Lab. No. 92852), col-
lected Apr. 24, 1942, showed the water to have a 
hardness of 27.3 gr. per gal., a residue of 596 
ppm., and an iron content of 4.7 ppm. 
After the production test , the well was capped 
and further work was postponed for the duration 
of the war. 
In 1946, the well was deepened to 442 ft. by 
L. W. Gwin, Percy . 
The well is cased with 8-in. pipe from the su r -
face to 60 ft., with 7-in. od.pipe from the surface 
to 250 ft., and the hole is 6 in. in diameter below 
250 ft. 
When tested by the dri l ler the well produced 
54 gpm., for 48 hours with a drawdown of 102 ft. 
from a non-pumping water level of 72 ft. below 
the ground surface. A production test was made 
by the State Water Survey on Dec. 9, 1946. For 
test purposes, the well was equipped with a tu r -
bine pump with the bottom of the suction pipe set 
at a depth of 225 ft. The well produced 54 gpm. for 
1 hour with a drawdownof 71 ft. from a non-pump-
Correlated d r i l l e r ' s log of well drilled in 1942 furnished by the State Geological Survey: 
LABORATORY NO. 108,603 
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ing w a t e r l eve l of 100 ft. be low the top of the c a s -
ing . As the pump w a s id le for only 35 m i n u t e s 
be fore the t e s t , the non-pumping w a t e r l eve l may-
have b e e n lower than n o r m a l . 
Ana lys i s of a s a m p l e (Lab . No. 108,603) c o l -
lec ted D e c . 9 , 1942, af ter 6 - h r . pumping at 54 
g p m . , showed the w a t e r to have a h a r d n e s s of 
30.6 g r . pe r ga l . , a r e s i d u e of 617 p p m . , and an 
i r o n conten t of 2.1 p p m . 
On M a r . 16, 1948, the pumping equ ipmen t on 
hand but not i n s t a l l e d , c o n s i s t e d of: 190 ft. of 4-
in . id . co lumn p ipe ; 6 - in . , 2 3 - s t a g e A m e r i c a n Well 
Works tu rb ine p u m p , r a t e d a t 50 g p m . a g a i n s t 275 
ft. of head; 10 ft. of 3 1/2-in. suc t ion pipe and g i . 
s t r a i n e r ; 190 ft. of 1/4-in. g i . a i r l ine ; 10 -hp . 
U. S . e l e c t r i c m o t o r . 
I l l ino is S ta te Wate r Survey - Bu l l e t i n No. 40 
The v i l lage of Camp Po in t (1084) i n s t a l l ed a 
publ ic w a t e r supply in 1942. 
In 1945, p a r t of the supply was being obtained 
f r o m the Ch icago , Bur l ing ton and Quincy R a i l r o a d 
r e s e r v o i r , and p a r t f r o m an old dug we l l . 
Th i s wel l was dug y e a r s be fore for P r o d u c e r s 
C r e a m e r y C o . , to a depth of 41 ft. , and is loca ted 
to the r e a r of the v i l lage w a t e r t r e a t m e n t p lan t a t 
the sou thwes t c o r n e r of Ohio and Wood St. (U. S. 
Highway No . 24) or a p p r o x i m a t e l y 1980 ft. N. and 
1300 ft. E . o f the S. W. c o r n e r of Sect ion 26 , T. 1 
N . , R. 6 W. The ground su r f ace e leva t ion at the 
wel l s i t e i s 720 t ft. The wel l w a s c o n s t r u c t e d 24 
ft. in d i a m e t e r f r o m the su r face to 12 ft., 12 ft. 
d i a m e t e r f r o m 12 to 23 ft. and 8 ft. d i a m e t e r f r o m 
23 to 41 ft. 
In 1945, i t was r e p o r t e d tha t af ter about 3 
w e e k s r e s t , the yield would d e c r e a s e f r o m about 
12,000 ga l . the f i r s t day, to about 4000 ga l . the 
s ix th day , af ter which a r e s t was r e q u i r e d . The 
pumping equ ipmen t c o n s i s t s of 6 - s t age P o m o n a 
o i l - l u b r i c a t e d tu rb ine pump a t t ached to 3 - in . c o l -
u m n pipe with the b o t t o m of the p u m p s e t at 4 ft. 
above the b o t t o m of the we l l . A 2-f t . s t r a i n e r is 
a t t ached below the p u m p . T h e r e i s no a i r l i n e . 
P o w e r i s fu rn i shed by a 2 -hp . G e n e r a l E l e c t r i c 
m o t o r . 
T h i s we l l i s ma in t a ined for e m e r g e n c y u s e . 
Ana lys i s of a s a m p l e (Lab . No . 88129) c o l -
l ec t ed June 18, 1940 showed t h i s w a t e r to have a 
h a r d n e s s of 50.9 g r . p e r g a l . , a m i n e r a l content 
of 978 p p m . and an i r o n content of 2.8 p p m . 
In 1947, the supply f r o m the dug wel l and the 
r a i l r o a d r e s e r v o i r b e c a m e inadequa te and w a t e r 
< was hauled to the v i l lage f r o m Quincy by r a i l -
r o a d tank c a r s . At that t i m e 3 t e s t we l l s w e r e 
C A M P POINT 
A d a m s County 
M a r . 26 , 1948 
d r i l l e d by H e n r y S c h u s t e r , Golden. One of the 
t e s t we l l s was 34 ft. deep and loca ted a t the e a s t 
end of Je f fe r son St. about 1300 ft. e a s t and 250 ft. 
no r th of the dug w e l l . The t e s t hole was c a s e d 
with 6- in . pipe and with a 3-ft . length of Johnson 
s c r e e n . 
When the wel l was comple ted the s t a t i c w a -
t e r l eve l w a s 5 ft. be low the top of the wel l but a f te r 
4 or 5 mon ths u s a g e , at about 10,000 gpd. , the 
non-pumping w a t e r l eve l was only 2 ft. above the 
b o t t o m of the we l l . The wel l has hot b e e n used 
s ince D e c . 1947 and the pump h a s b e e n r e m o v e d . 
In 1940, an a t t e m p t was m a d e by the v i l lage 
to loca te an addi t ional s o u r c e of w a t e r supply . 
S e v e r a l e l e c t r i c a l e a r t h r e s i s t i v i t y s u r v e y s had 
b e e n m a d e by the State Geo log ica l Survey . A 
s i t e was s e l ec t ed for t e s t d r i l l i ng on the w e s t 
s ide of F ig l ey B r a n c h , about 1 m i l e southwes t of 
town. A pi t , 5 ft. wide and 6 ft. long, was c o n -
s t r u c t e d to a depth of 11 ft. and c r ibbed with 2 - i n . 
oak l u m b e r . A c lean c o a r s e sand fo rmat ion of 
4 1/2 ft. t h i c k n e s s w a s p e n e t r a t e d in the b o t t o m 
and, by sound ing - rod , the c o a r s e sand was e s t i -
m a t e d to extend about 4 1/2 ft. be low the bo t t om 
of the p i t , or a to t a l t h i c k n e s s of the fo rmat ion of 
about 9 ft. Water flowed f r o m s p r i n g s , and then 
w a s pumped for 3 h r . at a r a t e of 25 g p m . with a 
d rawdown of 8 ft. f r o m the s u r f a c e . After d e -
w a t e r i n g the p i t , the r a t e of inflow w a s ca l cu la t ed 
a t 14 g p m . 
A n a l y s i s of a s a m p l e (Lab . No. 87365) c o l -
l ec ted f r o m the su r f ace of the p i t , F e b . 22, 1940, 
showed the w a t e r to have a h a r d n e s s of 44.5 g r . p e r 
g a l . , a r e s i d u e of 993 p p m . and an i r o n content of 
1.2 p p m . 
All w a t e r is now obtained f r o m a wel l d r i l l e d 
in D e c . 1947 by Calhoun Dr i l l ing C o . , Batchtown, 
and loca ted at the s i te of the pi t c o n s t r u c t e d in 
LABORATORY NO. 113,932 
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1940 (or approximately 2600 ft. N. and 2500 ft. 
W. of the S.E. corner of Section 34). The surface 
elevation at the well site is 680± ft. A 20-in. c a s -
ing was set within the pit to shale at an unreported 
depth. A 12-in. casing and 7 ft. of 12-in. Johnson 
screen was set, within the 20-in. casing, with the 
bottom of the screen at a depth of 24 ft. 9 in. be-
low ground level. The 5 by 6-ft. pit was cleaned 
out and back-filled with gravel to within 2 1/2 ft. 
of the top of the casing. Clay was back-filled on 
top of the gravel to the top of the well. The 20-in. 
casing and 2-in. cribbing were removed. 
After completion of the well, water was pumped 
for 8 hr . at an average rate of 100 gpm. The 
drawdown was 16 ft. 9 in. from a static level of 
2 ft. below the top of the well. Later water was 
pumped for 72 h r . at 48 gpm. but no water levels 
were reported. 
Pumping equipment consists of a 3-in. col-
umn pipe; 6-stage, oil-lubricated Fairbanks-
Morse, Pomona turbine pump, No. SJ 140 rated at 
75 gpm. with the bottom of the pump set at 2 ft. 
above the bottom of the well; 3-hp. General E lec -
t r ic motor, No. pCS 6642687. There is no air 
line, suction pipe or strainer installed. On Mar. 
26, 1948 the pumping rate was estimated at 66 
gpm. 
Water is pumped to the treatment plant in 
town a distance of about 1 1/4 mile . At t imes 
when water is pumped for railroad usage, the 
reservoir and well water become mixed. 
Analysis of a sample (Lab. No. 113,932) col-
lected at the well, Mar. 26, 1948 after 1 1/2-hr. 
pumping, showed this water to have a hardness of 
51.5 gr. per gal., a residue of 1096 ppm., and an 
iron content of 2.9 ppm. 
The water is treated for iron removal, soft-
ened and chlorinated. Analysis of a sample (Lab. 
No. 113,931) collected Mar. 26, 1948 showed the 
treated water to have a hardness of 18.0 gr. per 
gal., a mineral content of 882 ppm. and a trace of 
iron. 
Pumpage is estimated to averaged 20,000 gpd. 
LABORATORY NO. 113,931 
Illinois State Water Survey - Bulletin No. 40 
The public water supply for the village of 
Campus (169) was installed about 1896. 
Water was obtained from a 2-in. well located 
at the southeast corner of Center and Elm St. 
Later a well was drilled 1/2 block south and 1/2 
block east (or approximately 870 ft. N. and 300 
ft. W. of the S. E. corner of Section 33, T. 30 N., 
R. 8 E.). 
The well has 6-in. casing to a depth of 130 ft. 
below a ground surface elevation of 647± ft., with 
the bottom of the well in sand and gravel. The 
well is equipped with a Gould single stroke, 
double-acting pump with a 5 1/2-in. cylinder and 
24-in. stroke operating at 28 or 29 spm. The 
cylinder is set at approximately 88 ft. Power is 
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furnished by a 10-hp. Wagner electric motor op-
erating at 860 rpm. 
In 1926 the water level was reported to be 23 
ft.below the surface; and, when pumping, the wa-
ter level was lowered 40 to 50 ft. In May 1947 
the non-pumping water level was estimated to be 
about the same as in 1926. 
Analysis of a sample (Lab. No. 110,183), col-
lected May, 1947 from a tap at a garage about 
1000 ft. from the well, showed this water to have a 
hardness of 14.6 gr. per gal., a residue of 692 ppm., 
and an iron content of 1.0 ppm. 
Pumpage is estimated at 12,000 gpd. 
LABORATORY NO. 110,183 
Illinois State Water Survey - Bulletin No. 40 
The village of Capron (487) installed a public 
water supply in 1900. 
The source of this supply is a well drilled to 
a depth of 680 ft. and located about 105 ft. south 
of Main St. and 25 ft. east of Fourth St. (or ap-
proximately 500 ft. S. and 1250 ft. E.of the N. W. 
corner of Section 11, T. 45 N. ,R .4 E.). The e l e -
vation at the ground surface is 912± ft. 
It is reported that the well was cased from the 
surface with 8-in. pipe to a depth of 200 ft., fol-
lowed by 6-in. casing to rock at a depth of 400 ft., 
below which the hole was 5 in, in diameter for the 
remaining 280 ft. 
Non-pumping water levels below the old pump 
base (about 5 ft. below ground surface) were r e -
ported to be 10 ft. in 1900; 15 ft. in 1917; and 26 
ft. in Sept. 1945. 
A new pump was installed about Oct. 1, 1945 
with its base set 5 ft. above the old pump base, or 
about ground surface elevation. The installation 
consists of 80 ft. of 5-in. galvanized wrought iron 
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column pipe; 7-in., 10-stage American Well Works 
turbine pump, No. 71473, rated at 150 gpm. against 
200 ft. of head; 80 ft. of 1/4-in. air line; 10 ft. of 5-
in. suction pipe and b r a s s s trainer; 10-hp. U. S. 
electric motor. Provisions were also made to op-
erate the pump with a right angle Johnson Drive 
powered by a 4-cylinder Continental gasoline en-
gine. 
On Nov. 21, 1946 the water level was 32 ft. be-
low the pump base after an idle period of 1 hr . ,and 
the drawdown was 12 ft. after 17-minute pumping 
at a rate of nearly 200 gpm. 
Analysis of a sample (Lab. No. 108,435) col-
lected from the pump discharge on Nov. 21, 1946 
after 10-min. pumping at a rate of nearly 200 gpm., 
showed the water in this well to have a total hard-
ness of 20.6 gr. per gal., a residue of 376 ppm., 
and an iron content of 0.9 ppm. 
A Sparling 4-in. tube meter was installed 
Oct. 1, 1945 and on Nov. 21, 1946 showed a total 
pumpage of 11,912,600 gal., or an average of 
28,566 gpd. during that period. 
LABORATORY NO. 108,435 
Illinois State Water Survey - Bulletin No. 40 
The public water supply was installed by the 
village of Carbon Hill (141) about 1893. 
Water was obtained from a well drilled in 
1893 to a depth of 1787 1/2 ft. and located at the 
northwest corner of 3rd and Lacey St. (or ap -
proximately 2100 ft. S. and 1600 ft. E. of the N.W. 
corner of Section 34, T. 32 N., R. 8 E.). The 
ground elevation is 560± ft. 
All available physical and chemical data, 
prior to 1941, may be found in Bulletin No. 34. 
In the summer of 1942 the water level in this 
well had lowered so that the daily demand could 
not be supplied with the existing pump setting. 
An attempt, by C . J . Anderson, Morr i s , to lower 
the pump setting was unsuccessful due to an ob-
struction, (apparently part of an old pump), in 
the well. After this attempt, the water level was 
approximately 100 ft. below the surface, and it 
was decided to abandon the well. 
The pump has been removed, and the well has 
not been used since the new well was placed in 
service in the fall of 1942. The distance to water 
below the top of the casing, (1 ft. above ground), 
was 26 1/2 ft. on Nov. 17, 1947 after the new well, 
located 18 ft. east, had been pumping 5 h r . at 
about 20 gpm. 
Analysis of a sample (Lab. No. 91936) col-
lected Dec. 4, 1941, showed water from this well 
to have a hardness of 24 gr. per gal., a residue of 
1286 ppm., and an iron content of 0.6 ppm. 
In the fall of 1942, J: T. Anderson, Morr is , 
drilled a well, located about 18 ft. west of the 
old well, to a depth of 650 ft. 
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The well was cased with 8-in. pipe from the 
surface to 65 ft. and with 6-in. pipe from the sur -
face to 185 ft. Below the 6-in. casing, the hole 
was finished 6 in. in diameter to the bottom. 
The well is equipped as follows: 120 ft. of 
2 3/4-in. drop pipe;, Gould cylinder pump, op-
erating with 20-in. stroke at 28 spm. rated at 20 
gpm.; 20 ft. of 2-in. suction pipe; 2-hp. Century 
electric motor. 
It was reported in 1942 that when pumping at 
20 gpm. the drawdown was 30 ft. below the non-
pumping water level of 93 ft. In 1942,. the pump 
was operated from 5 to 10 hr. daily. In 1947 the 
daily operation of the pump varied from 6 hr . 
during the winter months to 12 h r . for the summer 
months. When the pump was pulled in the spring 
of 1947 the non-pumping water level was 30 ft., as 
found in 1942. 
Par t ia l analysis of a sample of raw water (Lab. 
No. 112,612) collected at the pump discharge 
Nov. 17, 1947 after 5-hr. pumping at 20 gpm. 
showed this water to have a hardness of 24.6 gr . 
per gal., a mineral content of 1224 ppm., and an 
iron content of0.3 ppm. The quality is similar 
to that obtained in a se r ies of eight samples col-
lected over a two hour period on Sept. 19, 1944 
and quite similar to that obtained from the 1787 
ft. well in 1914, 1925, and in 1941. The general 
character appears to be typical for waters from 
the St. Peter and Galena-Platteville formations 
in this vicinity. 
All water used for the public supply is chlor-
inated. 
Pumpage from Jan. 1 to Oct. 1, 1947 was e s -
timated to average 5400 gpd. 
Correlated d r i l l e r ' s log of well drilled in 1942 furnished by the State Geological Survey: 
2 - C a r b o n Hi l l 
LABORATORY NO. 112,612 
I l l ino is State Water Survey - Bul le t in No. 40 
A publ ic wa te r supply was ins t a l l ed by the 
v i l l age of C a r p e n t e r s v i l l e (1289) in 1914. 
The in i t i a l supply was obtained f r o m a dug wel l 
20 ft. in d i a m e t e r and 17 ft. deep loca ted about 
210 ft. south of Cleve land Ave. and 25 ft. w e s t of 
Grove St. ( app rox ima te ly 900 ft. S. and 2400 ft. 
W. of the N. E. c o r n e r of Sec t ion 2 3 , T. 42 N . , 
R. 8 E . ) . The wel l p e n e t r a t e d 5 ft. of b l ack e a r t h 
and c l ay , be low which c o a r s e g r a v e l was encoun t -
e r e d . The wel l overf lowed a t ground l eve l du r ing 
c o n s t r u c t i o n . A 6- in . overf low pipe w a s laid f r o m 
a point 6 ft. be low the top to a b r a n c h of F o x R i v -
er and the wel l was cu rbed with a c o n c r e t e wa l l 
of 8 in . t h i c k n e s s , extending f rom about 16 in . 
above ground to the bo t tom. The e leva t ion a t the 
top of the wel l was 728± ft. 
In 1915, the wel l was r e p o r t e d to have a p r o -
duct ive c a p a c i t y of 250 g p m . with a m a x i m u m 
drawdown to within 4 ft. of the b o t t o m . 
On June 28, 1923 the w a t e r l eve l was d r a w n 
down to a depth of 9.4 ft. be low the top of the wel l 
by pumping for 33 m i n u t e s and the pump was 
s topped. The r a t e of inflow w a s 141 gpm. when 
the w a t e r l eve l was 9.1 ft. be low the top and d e -
c r e a s e d to 43 g p m . when the wa te r l eve l was 7 ft. 
Cont inuous pumping o p e r a t i o n s w e r e l imi ted to 
about 5 h r . du ra t i on . 
The depth of the wel l was i n c r e a s e d to 23 ft. 
without i n c r e a s i n g the supply. 
Th i s we l l w a s the s o u r c e of the e n t i r e publ ic 
supply un t i l 1941 when ano ther wel l was p laced in 
s e r v i c e . 
All pumping equ ipment h a s b e e n r e m o v e d bu t 
the wel l i s m a i n t a i n e d as a s o u r c e of e m e r g e n c y 
supply . 
C A R P E N T E R S V I L L E 
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The 6- in . overf low pipe i s s t i l l in p lace and a t 
10 a . m . on Aug. 4, 1947 the wel l flowed to was t e 
at an e s t i m a t e d r a t e of 75 g p m . Ana lys i s of a 
s a m p l e (Lab . No. 111,397) having a t e m p e r a t u r e 
of 50 .5° F . , co l l ec t ed Aug. 2 , 1947 f r o m the end 
of the overf low pipe showed t h i s wa te r to have a 
h a r d n e s s of 31.6 g r . pe r g a l . , a m i n e r a l content of 
599 p p m . , and an i r o n content of 0.2 p p m . 
A new wel l was d r i l l ed in 1941 to a depth of 
1140 ft. by R a y F e u e r b o r n , B a t a v i a , and loca ted 
about 40 ft. south of Cleve land Ave . and 20 ft. 
w e s t of Grove St. ( app rox ima te ly 730 ft. S. and 
2400 ft. W. of the N. E. c o r n e r of Sect ion 22). The 
e leva t ion of the ground su r face is 728± ft. 
The wel l i s r e p o r t e d c a s e d with 10-in. pipe 
f r o m the su r face to a depth of 254 ft. and f rom 
748 3 /4 ft. to 789 ft. The annu la r s p a c e s of both 
p ipes a r e r e p o r t e d t o b e c e m e n t g rou ted . 
A p roduc t ion t e s t w a s m a d e on May 8, 1941 . 
Before the t e s t the w a t e r l eve l w a s 107 ft. below 
the top of the c a s i n g . While pumping at 275 g p m . 
for 4 h r . the d rawdown was 144 ft. The pumping 
r a t e w a s then r e d u c e d to 150 g p m . and af ter 3 -
h r . pumping a t tha t r a t e the drawdown w a s 62 ft. 
under a p p a r e n t condi t ions of e q u i l i b r i u m . 
The ex i s t ing pump in s t a l l a t i on , m a d e in July 
1941, i s : 300 ft. of 4 - i n . co lumn pipe; 8- in . , 10 -
s tage P o m o n a tu rb ine pump , S.A. 1937, having a 
r a t e d capac i ty of 150 gpm. a g a i n s t 200 ft. of head ; 
the o v e r a l l length of the pump is 8 ft.; a t a p e r e d 
s t r a i n e r ; 15 -hp . West inghouse e l e c t r i c m o t o r . 
Ana lys i s of a s a m p l e (Lab . No. 111,396) c o l -
lec ted Aug. 2 , 1947, af ter cont inuous pumping at 
an e s t i m a t e d r a t e of 150 g p m . , showed t h i s w a t e r 
to have a h a r d n e s s of 12.4 g r . p e r g a l . , a r e s i d u e 
of 309 p p m . , and a t r a c e of i r o n . 
LABORATORY NO. 111,396 
2 - Carpentersville 
The water is t rea ted for removal of iron and 
hydrogen sulfide, noted at the s tar t of pumping. 
Analysis of a sample (Lab. No. 112,420) col-
lected, Aug. 2, 1947 showed the treated water to 
have a hardness of 12.1 g r .per gal. , a total min-
era l content of 302 ppm., an iron content of 0.05 
ppm., and a free CO2 of 6 ppm. 
Pumpage is estimated to average 115,000 gpd. 
Illinois State Water Survey - Bulletin No. 40 
The city of Carrollton (2,285) installed a 
public water supply about 1888. 
The original source of supply was located in 
the central part of the city. The well was about 1330 
ft. deep, and was reported to penetrate St. Peter 
sandstone. It was reported that the water level 
in 1890 was 50 ft. below the ground surface eleva-
tion of 610± ft. This well was abandoned in 1900 
due to the poor mineral quality of the water. 
Since 1900, all water has been obtained from 
springs located 3 miles west and about 1 3/4 
miles north of the center of the city (or approxi-
mately 1200 ft. S. and 10 ft. E. of the N. W. cor -
ner of Section 8, T. 10 N., R. 12 W.). The ground 
surface elevation is 480t ft. 
It was reported that there were 17 springs lo-
CARROLLTON 
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cated within an area about 20 ft. by 40 ft. Con-
crete walls 15 ft. high were erected to enclose 
the springs. 
In 1917, it was reported that the total yield of 
the springs was about 600,000 gpd. and in 1934, the 
springs were reported to produce about 3 75,000 
gpd. The flow has not been measured recently, 
but there is a strong flow. 
Analysis of a sample (Lab. No. 116,393) col-
lected Nov. 8, 1948 showed the water to have a 
hardness of 18.3 gr. per gal., a residue of 355 
ppm., and an iron content of 0.1 ppm. 
All water is chlorinated but not otherwise 
treated. 
Pumpage is estimated to average 175,000 gpd. 
LABORATORY NO. 116,393 
I l l ino is S ta te Water Survey - Bul le t in No. 40 
The vi l lage of C a r y (707) i n s t a l l ed a public 
w a t e r supply in 1913. 
Water is ob ta ined f r o m a wel l loca ted at the 
r e a r of the vi l lage ha l l on R a i l r o a d St. ( approx i -
m a t e l y 1200 ft. S. and 400 ft. W. of the N. E. c o r -
ne r of Sec t ion 13, T. 43 N . , R. 8 E . ) . The e l e v a -
t ion at the ground su r face is 810± ft. 
The w e l l i s 300 ft. deep and i s r e p o r t e d to be 
c a s e d with 10- in . pipe to l i m e s t o n e at a depth of 
154 ft. be low which the hole is 10 - in . in d i a m e t e r 
to the bo t tom. After the comple t ion of the wel l 
the d i s t ance to w a t e r below the su r face was 12 ft. 
and when pumped for 30 h r . a t 110 gpm. a i r w a s 
d r a w n into the pump cy l inde r which had b e e n s e t 
at a depth of 80 ft. 
On Nov. 8, 1922 the following w a t e r l eve l s 
w e r e r e p o r t e d below the pump b a s e : 22 ft. a f ter 
a 1 2 - h r . idle pe r iod ; 68 ft. af ter 1 h r . and 40 
min . pumping at 118 gpm. and 74 ft. af ter 3 - h r . 
pumping a t the s a m e r a t e . Sub sequent wa te r l e v e l s 
have been r e p o r t e d : 28 ft. on A p r . 10, 1940, af ter 
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a 2 -day idle pe r iod ; 30 ft. on July 3, 1947 af te r a 
3 0 - m i n . idle pe r iod ; 100 ft. on July 22, 1947 af ter 
6 - h r . pumping a t 113 gpm. 
The following pump ins ta l l a t ion was m a d e on 
Apr . 10, 1940: 130 ft. of 4 - i n . od . co lumn p ipe ; 
6 - in . , 14 - s t age A m e r i c a n Well Works t u r b i n e 
pump Shop No. 63348 r a t e d at 100 gpm. aga ins t 
129 ft. of head at 1750 r p m ; 130 ft. of 1/4-in. 
copper tubing a i r l ine ; 10 ft. of 3 1/2-in. suc t ion 
p ipe; 7 1/2-hp. U. S. e l e c t r i c m o t o r . M r . B e n j a -
min F r i s c h , Vi l lage C l e r k , w r i t e s tha t i n May 
1948 a new p u m p w a s i n s t a l l e d . The pump n u m -
b e r i s 39523 and the pump is r a t e d a t 100 g p m . 
aga in s t 180 ft. of head . 
A n a l y s i s of a s a m p l e ( L a b . No . 110,886) c o l -
lec ted July 3, 1947 af ter 5 1/2-hr. pumping at 
113 gpm. showed t h i s w a t e r to have a h a r d n e s s of 
15.2 g r . p e r g a l . , a r e s i d u e of 334 p p m . , and an 
i r o n content of 0.1 p p m . 
P u m p a g e i s e s t i m a t e d a t 50,000 gpd. 
LABORATORY NO. 110,886 
Illinois State Water Survey - Bulletin No. 40 
The city of Casey (2543) installed a public 
water supply in 1900. 
Water was originally obtained from a small 
reservoir located in the southwestern part of the 
city. Water from the reservoir is now used for 
cooling Diesel engines at the municipal light 
plant. 
In 1914, a test well was drilled beside the 
Embar r a s s River about 10 1/2 mile southwest of 
Casey and 2 mile north of Greenup. The well was 
6 in. in diameter and 52 1/2 ft. deep, and was r e -
ported to have produced 50 gpm. with no ap -
parent drawdown. 
This supply was never developed. 
Since about 1916, water has been obtained from 
wells located in the valley of the North Fork, 5.3 
mile- east of the city, and 1.8 mile south of U. S. 
Highway No. 40. Well No. 1 was drilled about 
1916, and is located about 70 ft. from the North 
Fork (or approximately 2500 ft. S. and 65 ft. E. 
of the N.W. corner of Section 19, T. 10 N., R. 
13 W.). The normal ground surface elevation at 
the well-site is 580± ft. When the well was cleaned 
out, in 1935, it was found to be 89 ft. deep, and 
cased with 8-in. pipe from 4 ft. below to 89 ft. 
below ground level. The lower part of the casing 
was perforated. 
When the well was completed the non-pumping 
water level was 18 in. below the ground surface. 
Gas was reported to be present. 
A production test was made on Oct. 2, 1916, 
using a cylinder pump with the bottom of the suc-
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tion pipe at a depth of 69 ft. F r o m the rated ca-
pacity of the pump, it was estimated that the well 
produced more than 200 gpm. The water level was 
not drawn below the bottom of the suction pipe. 
The non-pumping water level in 1919 was at the 
ground surface. 
Analysis of a sample (Lab. No. 35380) col-
lected Oct. 3, 1916, showed the water to have a 
hardness of 17.1 gr. per gal., a residue of 542 
ppm., and an iron content of 4.0 ppm. 
Well No. 2 was drilled in 1916 and is located 
about 15 ft. west of Well No. 1. The well was 
drilled originally to 131 ft. with 12 ft. of Cook 
screen, having No. 40 slot openings. When 
cleaned out in 1935, it was found to be 89 ft. deep, 
and cased with 8-in. pipe from 5 ft. below to 70 
ft. below ground level, with 14 ft. of screen be-
low the casing. 
When the well was completed, the non-
pumping water level was 9 ft. below the ground 
surface. During a production tes t made Sept. 30-
Oct. 3, 1916, the pump discharged at an average 
rate of 133 gpm. The water was reported to con-
tain considerable gas. On Oct. 4, 1916 the water 
level was 11 ft. 
In 1928, it was reported that this well was 
not in use, due to the taste and odor of the water, 
and to the fact that the water level was lower 
than in the other wells. 
Analysis of a sample (Lab. No. 35355) co l -
lected Oct. 2, 1916, showed the water to have a 
hardness of 12.1 ppm., a residue of 1020 ppm., 
and an iron content of 4.0 ppm. 
Correlated dr i l l e r ' s log of Well No. 2 furnished by the State Geological Survey: 
2 - C a s e y 
Well No . 3 w a s d r i l l ed be tween 1916 and 1919, 
and is located 14.7 ft. w e s t of Well No. 2. When 
the wel l w a s c l eaned out , in 1935, i t w a s found to be 
' 9 1 ft. deep below ground l e v e l and c a s e d with 8-
in . pipe f rom 6 ft. below ground l e v e l to the top 
of a 6- in . d i a m e t e r p e r f o r a t e d l ine r of unknown 
leng th . 
Well No. 4 w a s d r i l l ed in 1928 and located 25 
ft. w e s t of Well No. 3. When c l eaned out in 1935, 
i t was found to be 90 ft. deep and c a s e d with 8- in . 
pipe f r o m 6 ft. below to 82 ft. be low ground l eve l 
and with 8 ft. of s c r e e n , having 1 / 1 6 - i n . s lo t open -
i n g s . 
Well No . 5 w a s d r i l l e d in 1935 and loca ted 
15 1/2 ft. e a s t of Well No. 1. When c leaned out 
in 1935, i t w a s found to be 92 ft. deep and c a s e d 
wi th 8- in . pipe f r o m 5 ft. be low to 76 ft. be low 
ground l eve l and with 16 ft. of s c r e e n having 
1 /32- in . s lo t open ings . 
Well No. 6 was d r i l l e d in 1940 by c i ty e m -
p loyees unde r the d i r ec t i on of J a m e s A l k i r e , 
M a y o r , and is loca ted about 70 ft. south of Well 
N o . 5 . T h i s wel l is 79 ft. 9 in . deep and is c a s e d 
with 12 3 / 4 - i n . pipe to the b o t t o m . The cas ing 
h a s 3 / l 6 - i n . s lot openings be tween the depths of 
15 and 23 ft. , and b e t w e e n 59 and 79 3 /4 ft. 
When the wel l w a s c o m p l e t e d , i t w a s r e p o r t e d 
tha t the non-pumping w a t e r l eve l a v e r a g e d 6 1/2 
ft. be low the ground s u r f a c e , and t ha t , when 
pumping at a r a t e of 300 g p m . f r o m Well No. 6 
only, the drawdown was 4 1/2 ft. 
W a t e r i s pumped f r o m the we l l s by m e a n s of 
c o m m o n suct ion p i p e s , by e i t h e r of 2 F a i r b a n k s -
M o r s e cen t r i fuga l pumps se t in the b a s e m e n t of 
the pumping s t a t ion , about 5 ft. be low n o r m a l 
ground l eve l . One of the pumps r e p l a c e d an 8-
in . by 10- in . t r i p l ex suc t ion pump in 1939. I t i s 
r a t e d at 300 gpm. aga in s t 45 ft. of head and 
d r i v e n by a 5 -hp . F a i r b a n k s - M o r s e e l e c t r i c m o -
t o r . The o t h e r pump , having the s a m e r a t e d c a -
pac i ty , was i n s t a l l ed in 1947. A 5-hp . F a i r b a n k s -
M o r s e e l e c t r i c m o t o r was in s t a l l ed a t the s a m e 
t i m e . 
The combined pumpage r a t e f r o m a l l w e l l s 
i s e s t i m a t e d to a v e r a g e 240 gpm. 
Ana lys i s of a s amp le ( L a b . No. 114,962) c o l -
l ec ted June 5, 1948 af te r 6 -h r . pumping showed 
the w a t e r to have a h a r d n e s s of 18.9 g r . p e r g a l . , 
a r e s i d u e of 560 p p m . and an i r o n content of 7.0 
p p m . 
The w a t e r i s a e r a t e d , softened and c h l o r i n a t e d . 
A n a l y s i s of a s amp le (Lab . No. 115,179) c o l -
lec ted June 5, 1948 showed the t r e a t e d w a t e r to 
have a h a r d n e s s of 5.2 g r . pe r ga l . , a m i n e r a l 
content of 345 p p m . and an i ron content of 0.28 
p p m . 
F r o m Aug. 7 , 1946 to Sept . 20 . 1947 m e t e r e d 
pumpage a v e r a g e d 187,700 gpd. 
LABORATORY NO. 114,962 
LABORATORY NO. 115,179 
I l l inois State Wate r Survey - Bul le t in No. 40 
A public wa te r supply was ins ta l l ed in 1935, 
by the v i l lage of Ca t l in (845). 
Well No. 1 was d r i l l ed in 1934 to a depth of 
90 ft. by O. A. Musson , Hoopes ton , and loca ted 50 
ft. south and 200 ft. wes t of the i n t e r s e c t i o n of 
C o m m e r c i a l and Sandusky St . (or app rox ima te ly 
1830 ft. N. and 2140 ft. W. of the S. E. c o r n e r of 
Sect ion 34, T. 19 N. , R. 12 W.) . The ground e l e -
va t ion at the wel l s i te is 655± ft. 
The wel l was c a s e d with 8- in . pipe to a depth 
of 33 ft. below which the hole w a s 8 in . in d i a m e t e r . 
A p roduc t ion t e s t was m a d e by the State Water 
Survey on Sept . 5 , 1934. Befo re the t e s t the s t a t i c 
w a t e r l eve l was 11 ft. be low ground l eve l . After 
4 1/2-hr. pumping at 14 g p m . the drawdown was 
70 ft. When pumping at a h ighe r r a t e , the wa te r 
would be d rawn down below the suct ion pipe at 86 
ft. The r a t e of r e c o v e r y was r a p i d unt i l the w a -
t e r l eve l w a s 22 ft. and qui te s low above 22 ft. It 
h a s been r e p o r t e d tha t the wel l was not p laced in 
s e r v i c e unti l about M a r . 1935 and then the y ie ld 
r a t e was only 5 gpm. In 1936, the supply b e c a m e 
exhaus ted af ter a 2 0 - m i n . pumping pe r iod . On 
e x a m i n a t i o n the wel l had not fi l led and i t was b e -
l ieved that the c r a c k s in the sha le had b e c o m e 
plugged. The pump was i n s t a l l e d in Well No. 5 
and Well No. 1 h a s not been used s i n c e . 
A n a l y s i s of a s a m p l e (Lab . No. 75694) c o l -
lec ted F e b . 19, 1935 showed th i s w a t e r to have a 
h a r d n e s s of 14.1 g r . p e r g a l . , a r e s i d u e of 495 
p p m . , and an i r o n content of 0.2 ppm. 
Well No. 2 was comple t ed in Oct . 1934 by 
O. A. Musson and loca ted 600 ft. n o r t h e a s t of 
Well No. 1 about 55 ft. e a s t of Sandusky St. , 150 
ft. south of V e r m i l i o n St. (or app rox ima te ly 2490 
ft. N. and 1940 ft. W. of the S. E. c o r n e r of S e c -
t ion 34) . The wel l w a s d r i l l e d to a depth of 106 
ft. and c a s e d with 8 - in . pipe to a depth of 37 1/2 
ft . , below which the hole was 8 in . in d i a m e t e r . 
A p roduc t ion t e s t w a s m a d e by the State Wa-
CATLIN 
V e r m i l i o n County 
Dec . 7, 1948 
t e r Survey on Oct . 3 , 1934. Before the t e s t , the 
s ta t ic w a t e r l eve l was 10.0 ft. be low ground leve l . 
When pumping a t 9.1 g p m . the drawdown was 
negl ig ib le but when pumping at 10 gpm. or m o r e , 
e q u i l i b r i u m could not be ma in t a ined . 
The pumping equipment i nc ludes a p lunger 
p u m p , F a i r b a n k s - M o r s e No. 9, D. W. head , with a 
2 3 / 4 - i n . cy l inde r a t t ached to 3 - in . d rop pipe; the 
pump s t r o k e is 9 in . and is o p e r a t e d a t 30 gpm. ; 
at a m e t e r e d d i s c h a r g e r a t e of 7 g p m . to the d i s -
t r i bu t ion s y s t e m ; 3 - h p . F a i r b a n k s - M o r s e e l e c t r i c 
m o t o r . 
Well No . 2 i s s t i l l in s e r v i c e but m a y be d i s -
cont inued b e c a u s e of the low y ie ld . 
Ana lys i s of a s amp le ( L a b . No. 75695) c o l -
lec ted F e b . 8, 1935 showed th i s w a t e r to have a 
h a r d n e s s of 5.1 g r . pe r ga l . , a r e s i d u e of 658 
ppm. , and an i r o n content of 0.8 p p m . 
Wel l No . 3 w a s comple t ed at a depth of 100 
ft. in Oct . 1934 by O. A. M u s s o n and loca ted on the 
w e s t s ide of W e b s t e r S t . , about 1800 ft. n o r t h w e s t 
of Well No. 2 (or a p p r o x i m a t e l y 1200 ft. S. and 
2580 ft. E. of the N. W. c o r n e r of Sect ion 34). The 
ground su r f ace e l eva t ion at the we l l is 655± ft. 
Well No. 3 w a s c a s e d with 8- in . pipe to 30 ft. 
9 in . , be low which the hole was 8 in . in d i a m e t e r . 
A p roduc t ion t e s t w a s m a d e by the Sta te Water 
Survey on Oct . 19, 1934. Be fo re t h e t e s t , the 
s t a t i c w a t e r l eve l was 15 ft. 3 in . be low ground 
l eve l . When pumping at 7 g p m . for one hour the 
w a t e r was l owered be low the bo t t om of the suc t ion 
p ipe , se t at 95 ft. 8. i n . 
The wel l is equipped wi th a p lunger p u m p 
F a i r b a n k s - M o r s e No. 9, D. W. h e a d , with a 2 1 /4-
in . cy l inder a t t ached to 90 ft. of 2 1/2-in. d r o p 
p ipe ; the pump s t r o k e is 9 i n . , r a t e d a t a c apac i t y 
of 8 g p m . when ope ra t ed at 54 s p m . Well No . 2 
w a s in ope ra t ion in Oct . 1948 af ter being out of 
s e r v i c e for five y e a r s . The y ie ld r a t e i s about 
2 g p m . for a t h r e e - h o u r pumping pe r iod a f te r 
S a m p l e - s t u d y log of Well No. 3 furnished by the State Geolog ica l Survey : 
2 - Catlin 
LABORATORY NO. 101,410 
which a three-hour recovery period is necessary. 
It is not planned to operate the pump during the 
winter. 
Analysis of a sample (Lab. No. 75170) col-
lected Oct. 19, 1934 showed this water to have a 
hardness of 4.7 gr. per. gal., a residue of 664 
ppm., and an iron content of 1.0 ppm. 
Well No. 4 was completed to a depth of 91 ft. 
in Nov. 1936 by W. C. Le Roy, Danville, and lo-
cated on the east side of Jackson St. south of 
Vermilion St., about 1600 ft. west of Well No. 2, 
(or approximately 2300 ft. N. and 1670 ft. E. of the 
S. W. corner of Section 34.). 
The well was cased with 8-in. pipe to a depth 
of 41 ft. below which the hole was 6 in. in diameter. 
A production test was made by the State Water 
Survey on Nov. 13-14, 1936. Before the test the 
static water level was 16 ft. below the top of the 
casing and after 24-hr. pumping at 12 gpm. the 
drawdown was 22 ft. When pumping at any higher 
ra te , equilibrium could not be maintained. 
Well No. 4 was drilled to replace Well No. 1 
which had failed. The pumping equipment con-
sists of: 84 ft. of 2 1/2-in. drop pipe; plunger 
pump, Fairbanks-Morse type C head, with a 
2 1/4-in. cylinder and 9-in. stroke; 1 1/2-hp., 
1750 gpm. Fairbanks-Morse electric motor No. 
HP 2P960. 
Well No. 4 is in service averaging 12 hours 
daily and yields about 5 gpm. Interference is 
caused by the operation of the high school well. 
Analysis of a sample (Lab. No. 101,410) col-
lected Sept. 29, 1944 after 30-hr. pumping at 8 
gpm. showed this water to have a hardness of 16.7 
gr. per gal., a residue of 518 ppm., and an iron 
content of 0.5 ppm. 
An electr ical earth resist ivi ty survey was 
made by the State Geological Survey in Nov. 1942. 
Recommendations were made for drilling test 
holes in the northeast portion of Section 3, just 
south of town and on the south line of Sections 3 
and 4, from 1 to 1 1/2 mile south of town. 
Well No. 5 was drilled to a depth of 92 ft. in 
May 1943, by W.C. Le Roy, and located about 110 
ft. east of Pa r i s St., just south of Vermilion St., 
(or approximately 2600 ft. N. and 1240 ft. W. of 
the S. E. corner of Section 34.). The well was 
cased with 8-in. id. pipe from 18 in. above ground 
level to 34 ft. 10 in. 
A production test was made by the State Water 
Survey on May 26, 1943. For test purposes a 
cylinder pump was installed with 24-in. working 
ba r re l and 60 ft. of drop pipe and 8 ft. of suction 
LABORATORY NO. 118,847 
pipe. The pump was operated from the drill r ig. 
Before the test the static water level was 7 1/2 
ft. below the top of the casing and after 4-hr . 
pumping at 20 gpm. the drawdown was 14 1/2 ft. 
Well No. 5 was placed in service in the fall of 
1944. The pumping equipment consists of a 
plunger pump with Fairbanks-Morse No. 9 D. W. 
head, with a 3 1/4-in. cylinder attached to 60 ft. 
of 3 1/2-in. drop pipe and having a 9-in. stroke. 
The pump is operated at 54 spm. and discharges 
about 16 gpm. for an average of 12 hours daily, 
3-hp. electric motor. 
Analysis of a sample (Lab. No. 118,847) col-
lected July 15, 1949 after 24.-hr. pumping at about 
16 gpm., showed this water to have a hardness of 
28.6 gr. per gal., a residue of 892 ppm., and an 
iron content of 0.5 ppm. 
All water for the village supply is chlorinated 
at the wells. 
Pumpage is estimated to average 23,700 gpd. 
Catlin - 3 
The village wells have been unable to furnish 
an adequate supply of water at t imes . Water from 
Catlin Township High School well has been used 
as an auxiliary supply. The well is located north 
of Vermilion St., west of town, (or approximately 
2100 ft. S. and 1100 ft. E. of the N. W. corner of 
Section 34). 
The well is 86 ft. deep below a surface eleva-
tion of 652t ft. and is equipped with a Western 
centrifugal pump with the 4-in. casing used as a 
discharge pipe. The average rate of discharge is 
20 gpm. 
Use of this well for public supply is limited 
generally to summer months or at night during 
periods of emergency. 
Analysis of a sample (Lab. No. 90069) col-
lected Mar. 12, 1941 showed this water to have a 
hardness of 16.3 gr. per gal., a mineral content 
of 517 ppm., and an iron content of 0.5 ppm. 
I l l inois Sta te Water Survey - Bul le t in No. 40 
Water for the v i l lage of C e d a r Poin t (279) is 
obta ined f rom a wel l d r i l l e d in 1912 for the La 
Sal le Ca rbon Coa l C o . , which owned the v i l lage 
w a t e r w o r k s . The wel l and pumping s ta t ion a r e 
loca ted on the mine p r o p e r t y about 1 /4 m i . n o r t h -
e a s t of the v i l lage (or a p p r o x i m a t e l y 1100 ft. N. 
and 900 ft. E. of the S. E. c o r n e r of Sect ion 4, 
T . 32 N . , R. 1 E . ) . 
The we l l , now owned by the C e d a r Poin t Light 
and Water Co . , was d r i l l e d to a depth of 1750 ft. 
be low a ground su r f ace e leva t ion of 655 ft. When 
the d r i l l ing r e a c h e d 1500 ft., the wa te r was a n a -
ly sed and found to have a m i n e r a l content of 1015 
p p m . The dr i l l ing was cont inued into sands tone 
at 1750 ft. and c a s e d to the top of the s an d s to n e . 
The qual i ty of the w a t e r f rom the sands tone was 
found to be v e r y s i m i l a r to tha t f r o m the l i m e -
stone at 1500 ft. depth , so the c a s i n g was w i t h -
d r a w n f r o m the l i m e s t o n e in o r d e r to i n c r e a s e the 
y i e ld . 
The top of the cas ing is 3 ft. above the ground 
s u r f a c e , and the wel l i s c a s e d as follows: 
16- in . c a s ing f r o m top to 124 ft. 
12- in . ca s ing f rom top to 275 ft. 
10- in . c a s ing f r o m 222 to 405 ft. 
8- in . ca s ing f r o m 222 to 667 ft. 
CEDAR POINT 
La Sal le County 
June 17, 1947 
A 1 0 - i n . c a s i n g a l s o ex tends f r o m the top to a 
depth of about 200 ft. at which depth i t is r e d u c e d 
to a 6- in . d i a m e t e r and ex tends to a depth of 1104 
ft. 
The wel l is equipped with a Sul l ivan a i r lift with 
416 ft. of 2 - in . educ t ion p ipe . A 1-in. a i r pipe is 
connected to the bo t tom of the d i s c h a r g e p ipe . 
Dur ing cons t ruc t i on when the d r i l l ing w a s a t 
1500 ft. depth , the w a t e r l eve l w a s 102 ft. be iow 
the s u r f a c e ; and when the wel l was c o m p l e t e d , 
the w a t e r l eve l w a s 101 ft. Water was pumped 
for 2 h r . at a r a t e of 183 g p m . In 1922 before 
s t a r t i n g a p roduc t ion t e s t , the w a t e r l eve l was 
122 ft. 8 in . ; and af ter pumping 3.6 h r . at 57 g p m . , 
the w a t e r l eve l was l owered 6 ft. 8 in . 
Ana lys i s of a s a m p l e (Lab . No. 110,703) c o l -
l ec ted June 17, 1947 f r o m a tap , a t the s e r v i c e 
p u m p , showed the w a t e r f r o m t h i s we l l to have a 
h a r d n e s s of 13.1 g r . pe r ga l . , a r e s i d u e of 1023 
ppm. , and an i r o n content of 3.6 p p m . S a m p l e s 
co l lec ted in 1913 and in 1922 showed an i r o n c o n -
t en t of 0.3 p p m . and 0.2 ppm. r e s p e c t i v e l y . 
P u m p a g e i s e s t i m a t e d a t 16,000 gpd. 
C o r r e l a t e d d r i l l e r ' s log of we l l d r i l l e d in 1912 fu rn i shed by the State Geolog ica l Survey : 
2 - C e d a r Po in t 
LABORATORY NO. 110,703 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
village of Cedarville (420) in 1949. 
Well No. 1 was completed in Apr. 1949 to a 
depth of 401.5 ft. by E. L. Niffenegger, Monroe, 
Wisconsin, and located in the north central part of 
town (or approximately 850 ft. N. and 475 ft. W. 
of the S. E. corner of Section 36, T. 28 N., R. 7 
E.). The ground elevation at the well is 860± ft. 
The dri l ler reported the following formations 
penetrated: 
The dril l-hole record was: 
16-in. from 0 to 110 ft. 
12-in. from 110 to 200 ft. 
8-in. from 200 to 401.5 ft. 
CEDARVILLE 
Stephenson County 
April 26, 1949 
An 8-in. id. casing was set from 2 ft. above 
to 138 ft. below ground level. The lower part of 
the annular space outside the casing was filled with 
98 bags of cement and the upper space outside the 
casing was filled with 2.5 cu. yd. of concrete. ' 
A production test was made by the State Wa-
ter Survey on Apr. 26, 1949. For test purposes, 
the well was equipped with a belt-driven turbine 
pump. Before the test was started, the water 
level was 74 ft. below the pump-head base which 
was 2.5 ft. above ground level. The pumping 
rate was 68 gpm. at the s tar t and gradually a c -
celerated to 310 gpm. at the end of 6 hr. The 
drawdown was 51.5 ft. Pumping was then gradu-
ally decelerated to 205 gpm. and after 6 hr . the 
drawdown was 39.5 ft. Pumping was then stopped 
and after 11 min. the water level was 84 ft. or 
10 ft. below the starting level. 
Analysis of a sample (Lab. No. 117,974) col-
lected on Apr. 26, 1949 after 8 3/4 hr . pumping 
at 213 gpm. showed this water to have a hardness 
of 33.6 g r .pe r gal., a residue of 628 ppm. and an 
iron content of 2.9 ppm. 
LABORATORY NO. 117,974 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was established for the 
village of Cerro Gordo (1016) in 1898, for fire 
protection. Well No. 1, known then as the West 
Well, was drilled on a village-owned lot, 150 ft. 
west of Monroe St. between South and Walt St. 
(or approximately 1500 ft. S.and 820 ft. W. of 
the N. E. corner of Section 34, T. 17 N., R. 4 E.). 
The well was 6 in. in diameter and 150 ft. 
deep and was used very little until 1909 when the 
water works system was completed. In 1914, the 
yield was limited. Several years later the well 
was abandoned. 
Well No. 2, East Well, was drilled in 1909 to 
a depth of 150 ft. and located 8 ft. from Well No. 
1. The well was 8 in. in diameter but had a 6-in. 
inner casing. The drilling of Well No. 2 was ex-
tended considerably below the 150-ft. depth of 
Well No. 1, but on finding no additional water 
supply, the well was finished with a Cook screen 
set at 150 ft. In 1914 the yield of the well was 
estimated to be 71 gpm. 
In 1923, the discharge was i r regular after 2-
hr . pumping. 
Both wells No. 1 and 2 penetrated gas pockets 
at depths from 125 to 150 ft. 
Analysis of a sample (Lab. No. 50804) col-
lected Jan. 4, 1924, showed the water from Well 
No. 2 to have a hardness of 22.6 gr . per gal., a 
mineral content of 567 ppm., and an iron content 
of 2.2 ppm. 
Well No. 3 was drilled in 1918 by Omer Ker -
sey, Sullivan, and located 32 ft. north of Well 
CERRO GORDO 
Piatt County 
May 7, 1949 
No. 1. The well was drilled to limestone at 228 
ft. The 8-in. casing was pulled back and a screen 
set at 151 ft. In 1922, Geo. M. Patton, dril ler for 
A.D. Cook Co., deepened the well to 171 ft. Two 
screens were placed in the well, one 8 ft. in 
length at the bottom and the other screen in sand 
and gravel at 150 ft. The upper screen was 
wedged in the 8-in. casing but later slipped down 
about 2 ft. 
In May, 1924, Grub Bros. repaired the well. 
The lower screen was removed and a Cook screen 
14 1/2 ft. long was placed with the bottom at 151 
ft. 10 in. 
In 1921, the water level was 38 ft. below the 
top of the well and on May 12, 1924 the water 
level was 115 ft. On May 14, considerable gas 
was being pumped. 
Well No. 4 was drilled to a depth of 205 1/2 
ft. in 1922 by G. M. Patton and located 1/4 mile 
south of the pumping station and the old wells. 
The elevation of the ground surface is 730± ft., 
about 18 ft. lower than at the pumping station. 
An 8-in. casing was set with the bottom at 193 
ft. and then pulled back to 176 ft., the top of a 
Cook screen with No. 40 slot openings. Before a 
production test made by the dri l ler in Oct. 1923, 
the water level was 85 ft. below the top of the well. 
The yield was 30 gpm. and in Jan. 1924 the yield 
was estimated to be 20 gpm. 
When the well was completed, an explosion 
occurred from ignited gas after pulling an e lec -
t r ic switch. 
Correlated d r i l l e r ' s log of Well No. 4 furnished by the State Geological Survey: 
2 - Cerro Gordo 
LABORATORY NO. 115,791 
Well No. 4 was abandoned in 1925. 
Analysis of a sample (Lab. No. 50805) col-
lected Jan. 8, 1924 showed this water to have a 
hardness of 25.7 gr. per gal., a mineral content of 
738 ppm., and an iron content of 4.0 ppm. 
All of the old wells have been abandoned. 
In 1925-1926 a number of test wells were 
drilledby Ned Ross, Bloomington. Four test wells 
were drilled in various locations in the village. A 
fifth well was drilled one mile east of the village. 
Five more test wells were drilled 1 1/2 miles 
west of the village, or one mile west of the Piatt 
County line in Macon County. Two-wells were 
drilled at that location. 
Well No. 1, East Well, was drilled in 1925 to 
a depth of 27 ft. and was located 16.5 ft. from 
Well No. 2. This is the location of Test Well 
No. 5. 
Six ft. of coarse sand was encountered at the 
bottom and the well was cased with 8-in. pipe to 
13 ft., below which was placed a Cook screen, 12 
ft. in length. 
TABLE 1 
The pumping equipment, installed in 1939, 
consisted of: 6-in. American Well Works turbine 
pump No. 63962, rated at 90 gpm. at 200 ft. of 
head at 3450 rpm.; 1/8-in. copper air line of un-
known length; 7 1/2-hp., electric motor. The 
pump was installed in Well No. 4 for a production 
test on May 7, 1949 and in Well No. 3 for a test 
on May 11, 1949. 
On June 15, 1945, both wells were given an 
acid treatment and the result was not an expected 
increase in production, but seemed to indicate 
that both pumps had declined in efficiency. Much 
hydrogen sulfide gas was released. The acid had 
little effect. Before and after the treatment the 
West Well was producing about 102 gpm. and when 
pumping simultaneously in the East Well at 65 
gpm. the drawdown was 8 ft. 
In Sept. 1948 the East Well had become so 
badly sand clogged that the pump could be oper-
ated only for 3-minute periods before running 
dry. On Sept. 9, 1948 the air line altitude gauge 
reading was 12 ft. while the West Well was in 
operation. 
The West Well, now called Well No. 2, is 25 ft. 
deep and located approximately 40 ft. S. and 257 
ft. E.of the N. W. corner of Section 33. The e le -
vation of the ground surface is 690± ft. 
The well is equipped with a 6-in., American 
Well Works turbine pump, No. 71561, rated at 90 
Cerro Gordo - 3 
gpm. against 200 ft. of head at 3450 rpm. Power 
is from a 7 1/2-hp. U. S. electric motor . 'The 
capacity of the well has decreased to 55 gpm., 
and considerable sand is discharged. 
When the test well was drilled at this site 
the water level was 3 ft. below the surface. On 
Sept. 9, 1948, after 7-hr. pumping at 55 gpm. 
the altitude gauge read zero. This well is the 
present source of public supply. 
Analysis of a sample (Lab. No. 115,791) col-
lected Sept. 9, 1948 after 7-hr. pumping showed 
this water to have a hardness of 21.0 gr. per 
gal., a residue of 462 ppm., and an iron content 
of 0.7 ppm. The methane gas content was less 
than 0.5 cu. ft. per 1000 gal. 
A softening unit was installed about 1940 but 
has been out of service since July 3, 1947. 
In the spring of 1949, three test holes were 
drilled by Woolen Bros . , Wapella. The first 
test hole was drilled 90 ft. east of the pumping 
station but very little sand and gravel was en-
countered. Test holes No. 2 and 3 were then 
drilled at 100 and 200 ft., respectively, west of 
the pump house. 
Well No. 3 was completed to a depth of 29 ft. 
below the ground surface in May 1949 by Otis 
Woolen, and located at the site of Test Hole No. 
2. The well was cased with 8-in. pipe from 2.0 
TABLE 2 
4 - Cerro Gordo 
ft. above ground level and 1/2 in. above the top of 
the pump foundation and with 10 ft. 10 in. of John-
son Everdur screen, having No. 50 slot openings. 
A one-foot plug was placed in the bottom of the 
screen and the bottom of the screen was set at 29 
ft. below ground level. 
A production test was made on May 11, 1949 
using State Water Survey calibrated measuring 
equipment. During the test , water levels were ob-
served in Wells No. 1, 2 and 4, the latter well hav-
ing been finished just before Well No. 3 was 
drilled. For test purposes the pump from Well 
No. 1 was used. The results of the tes t are shown 
in Table 1. 
Well No. 4 was completed just before Well 
No. 3 in May 1949 and located at the site of Test 
Hole No. 3, or 200 ft. west of the pump house. The 
well is 25 ft. deep from ground level to the bottom 
of an 8 1/2 ft. length of Johnson Everdur screen. 
The screen has No. 60 slot openings. A produc-
tion test was made on May 7, 1949, using State 
Water Survey calibrated measuring equipment. 
For test purposes the pump from Well No. 1 was 
used. During the test , water levels were observed 
in Wells No. 1, 2 and 3. The resul ts of the test 
are shown in Table 2. 
Pumpage is estimated to average 68,000 gpd. 
Illinois State Water Survey - Bulletin No. 40 
A water supply was installed by the village of 
Chadwick (581) in 1895. At that time a 5 5/8-in. 
well was drilled to a depth of 215 ft. and located 
in the village-owned park on Main St. south of 
Third St. The well produced about 335 gpm. In 
Oct. 1920 the well was reported to be dry and was 
later abandoned. 
In 1913, due to an inadequate supply, a new 
well was drilled, located about 10 ft. east from 
the old well. The well was 8 in. in diameter and 
drilled to a depth of 615 ft. below a surface e le -
vation of 800± ft., and was cased to a depth of 
200 ft. Original pumping equipment was r e -
placed in Nov. 1935 by 240 ft. of 4-in. column 
pipe; 6-in., 6-stage Sterling turbine pump, No. 
S-1741, designed to deliver 125 gpm. against a 
total head of 260 ft.; 30 ft. of 4-in. suction pipe 
with strainer; 15-hp. U. S. electric motor. 
In Oct. 1913 the non-pumping water level was 
reported to be 100 ft. below the ground surface. 
In 1945 the well was found to be filled 90 ft. 
and was producing 12 to 14 gpm. Analysis of a 
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sample (Lab. No. 83699), collected June 7, 1938, 
showed the water to have a hardness of 20.6 gr. 
per gal., a residue of 385 ppm., and an iron con-
tent of 2.44 ppm. 
Well No. 2 was completed in Nov. 1945, to a 
depth of 1215 ft., by C. W. Varner, Dubuque, 
Iowa. It is located in the village square 50 ft. 
east and 110 ft. south of the intersection of Main 
and Third St. (or approximately 2520 ft. N. and 
2130 ft. E. of the S. W. corner of Section 2, T. 
23 N., R. 5 E.) . 
When the drilling had penetrated the St. Peter 
sandstone, the well was tested and reported to 
produce 143 gpm. with a drawdown of 190 ft. from 
a non-pumping level of 60 ft. The well was then 
completed to the final depth of 1215 ft., and the 
hole and casing diameter record was reported as 
given in Table 1. 
The well is equipped with 250 ft. of 5-in. col-
umn pipe; 8-in., 15-stage American Well Works 
turbine pump, No. 707552, rated at 200 gpm. 
against a total head of 338 ft.; 250 ft. of air line; 
30 ft. of 5-in. suction pipe with strainer; 25-hp. 
Sample-study log of Well No. 2 furnished by the State Geological Survey: 
2 - Chadwick 
Westinghouse electric motor. 
It is reported that, in a test when completed, 
this well produced 240 gpm. at free discharge. 
Analysis of a sample (Lab. No. 108,716), col-
lected Dec. 17, 1946, from a tap in the five s ta-
tions, showed the water in Well No. 2 to have a 
hardness of 22.5 gr. per gal., a residue of 377 
ppm., and an iron content of 0.4 ppm. 
The water is not treated. 
Pumpage is estimated to be 25,000 gpd. for 
winter demands; 35,000 gpd. during summer. 
TABLE 1 
Hole Record 
16-in. from surface to 115 ft. 
10-in. from 610 to 1215 ft. 
Casing Record 
16-in. od. casing from surface to rock 
at 77 ft. 
12-in. id. pipe from surface to 115 ft. 
10-in. liner from 450 to 610 ft. 
LABORATORY NO. 108,716 
I l l inois State Water Survey - Bul le t in No. 40 
A public wa te r supply was ins ta l led for the 
c i t i e s of Champaign (23,302) and Urbana (14,064) 
in 1885 by a p r iva te company , the Union Wate r 
Supply C o r p o r a t i o n . In p rospec t ing for coa l , a 
shaft was dug and an appa ren t l y abundant supply 
of wa te r was encoun te r ed . In 1899 the Champaign 
and Urbana Water Company acqu i r ed the wate r 
w o r k s and s y s t e m , and o p e r a t e d unti l 1926 when 
the I l l inois Water Se rv ice Company , the p r e s e n t 
owner and o p e r a t o r , pu rchased the p r o p e r t y . 
The o r ig ina l well in the coa l shaft was located 
under the engine r o o m of the p r e s e n t pumping 
p lant . That well was abandoned and well No. 1 was 
d r i l l e d jus t wes t of the pumping p lan t . 
P r i o r to 1908, nine wel l s w e r e d r i l l ed and l o -
ca ted at the pumping s ta t ion s i te in no r thwes t 
Urbana be tween Goodwin and Lincoln Ave. and 
south of Church St. ex tended , (or a p p r o x i m a t e l y 
1500 ft. S. and 500. ft. W. of the N. E. c o r n e r of 
Sect ion 7, T. 19 N. , R. 9 E . ) . By 1913, Wells No. 
10 to 18, i nc lus ive , w e r e d r i l l ed at the s a m e l o -
ca t ion . All 18 wel l s were c a s e d with 8- in . pipe 
except Well No. 10 which had 10- in . ca s ing . All 
we l l s r anged in dep ths f rom 154 to 161 ft. below 
a ground sur face e leva t ion of 730 ft. In 1903, 
the non-pumping wa te r level was 70 ft. In June 
1914the non-pumping wate r l eve l was 118 ft. be-
low the ground su r face and in May 1925 the depth 
to wa te r in an abandoned wel l at the f i l ter plant 
was 143 ft. The product ion r a t e , f rom any one 
we l l , was r e p o r t e d to ave rage about 105 gpm. 
P r i o r to 1921, Wells No. 19 to 33 , i nc lus ive , 
w e r e d r i l l ed and located as follows: Wells No. 
19 to 25, i nc lu s ive , and No. 28 w e r e loca ted in a 
new field on the ea s t side of Goodwin Ave. and 
about 1600 ft. n o r t h w e s t of the pumping s ta t ion . 
Wells No. 26, 27 and 29 to 33 , i n c l u s i v e , w e r e 
located e a s t of Goodwin Ave . at the pumping s t a -
t ion . Of the f i r s t 33 wel l s d r i l l ed , Wells No. 1, 
4, 6, 17, 24, and 27, have been abandoned. All 
o the r wel l s of the f i r s t 33 d r i l l e d , a r e ava i l ab le 
for s e r v i c e or can be made so by the ins ta l l a t ion 
of pumping equ ipment . 
Since Oct . 26, 1942, the State Water Survey 
h a s main ta ined an au tomat ic w a t e r l eve l r e c o r d -
er in Well No. 20. Th i s is one of the o ldes t of 
cont inuous w a t e r l eve l r e c o r d i n g s which the S u r -
vey h a s i n s t a l l e d . Well No. 20 is loca ted in the 
8-wel l g roup on the e a s t s ide of Goodwin Ave. and 
m o r e p a r t i c u l a r l y 80 ft. e a s t of Goodwin Ave . and 
15 ft. south of the south l ine of Dublin St. ex tended . 
Wel ls No. 34 to 37, i nc lus ive , w e r e d r i l l ed d u r -
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ing the y e a r s 1921 to 1925. 
Well No. 34 was located in the e x t r e m e n o r t h -
west c o r n e r of Urbana a t t h e i n t e r s e c t i o n of B r a d -
ley Ave . with Wright St. ex tended . The o r ig ina l 
well was abandoned b e c a u s e of o v e r - p u m p i n g d u r -
ing a p roduc t ion t e s t in Sept . 1921, r e su l t ing in 
the l o s s of the plug at the bo t t om of the wel l and 
damaging the equipment . The s a m e m i s h a p o c -
c u r r e d about M a r . 25, 1922. Another No. 34 wel l 
was d r i l l ed about 60 ft. south of the o r ig ina l hole 
(or a p p r o x i m a t e l y 100 ft. S. and 2640 ft. W. of the 
N. E. c o r n e r of Sec t ion 7). The depth of the wel l 
was r e p o r t e d to be 216 ft. below a ground e l e v a -
t i o n of 741 ft. In 1921 the non-pumping w a t e r 
l eve l was r e p o r t e d to be 106 ft. and on Dec . 12, 
1922 after 2 0 - h r . pumping at 388 gpm. the wa te r 
l eve l was 134 1/2 ft. The non-pumping w a t e r 
level on that d a t e , before s t a r t i ng the pump, was 
not o b s e r v e d but was e s t i m a t e d to be about 110 
ft. P r e v i o u s to the t e s t the pump had not been 
ope ra t ed for s e v e r a l w e e k s . Well No. 34 was l o -
cated about one-half mi le no r thwes t of the o lder 
w e l l s , where the non-pumping w a t e r l eve l , a t the 
same t i m e , was a p p r o x i m a t e l y 130 to 135 ft. b e -
low a ground e leva t ion of 740 ft. B e c a u s e of 
pumping too m u c h sand , damag ing the pumping 
equ ipmen t , Well No. 34 was abandoned and the 
pump r emoved in the spr ing of 1925. 
Well No. 35 was comple t ed to a depth of 204 
ft. in 1922 and loca ted in the s o u t h e a s t c o r n e r of 
the i n t e r s e c t i o n of Goodwin and B r a d l e y Ave . , 
o n e - q u a r t e r m i l e e a s t of Well No. 34 and about 
2000 ft. due no r th of the wel l - f ie ld which inc ludes 
Wel ls No. 19-25 and Well No. 28, (or a p p r o x i -
m a t e l y 50 ft. S. and 50 ft. E. of the nor thwes t 
c o r n e r of Sect ion 8). Well No. 35 is cased with 
181 ft. 10 in . of 18- in . pipe and 22 ft. of Cook 
s c r e e n , having No. 60 slot open ings . When d r i l l ed , 
the wa te r level was 106 ft. below a ground leve l of 
748 ft. In M a r . 1928 the p roduc t ion r a t e of th is 
wel l was 400 gpm. and in A p r . 1946the p roduc t ion 
r a t e was e s t i m a t e d to be about 275 gpm. Th i s was 
under condi t ions of n o r m a l d i s c h a r g e p r e s s u r e , 
with the water level 6 ft. above the bottom of the 
suc t ion , which was about 2 ft. above the bo t tom of 
the well. 
Well No. 35 is used occas iona l l y . 
Well No. 36 was d r i l l ed in 1923 to a depth of 201 
ft. and loca ted 125 ft. e a s t of Well No. 3 5 . The 
wel l was cased with 12-in. p ipe . In 1925, with 
the pumps in Wel l s No. 35 and 3 7 in ope ra t ion , the 
w a t e r l eve l in No. 36 was 119 ft. Well No. 36 is 
avai lable for s e r v i c e . 
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Well No. 37 was drilled in 1923 to a depth of 
209 ft. and located 112 ft. east of Well No. 36. 
The well was cased with 14-in. pipe and, when 
first drilled, was capable of producing at a rate 
of 3 75 gpm. The well had been abandoned. 
Well No. 38 was drilled in 1925 to a depth of 
165 1/2 ft. by Layne and Bowler, Chicago, and lo-
cated 73 ft. west of Well No. 34. An outer casing 
of 30-in. pipe was set to a depth of 110 ft. and an 
inner casing of 18-in. pipe was set to a depth of 
110 ft. with an 18-in. screen from 110 to 140 ft.; 
an 18-in. blank pipe from 140 to 150 ft. and 18-
in. screen from 150 to 165 1/2 ft. The space be -
tween the 18-in. and 30-in. casings and outside 
the screens was packed with gravel. 
A production test was made on Dec. 31, 1925. 
Before pumping, the water level in Well No. 38 
was 111.6 ft. and in Well No. 34, inactive and 73 
ft. distant, was 115.4 ft. After 6-hr. pumping in 
Well No. 38 at a rate of 423 gpm. the drawdowns 
were 45.5 ft. in No. 38 and 1.9 ft. in No. 34. Dur-
ing the test, the pumps in Wells No. 35, 36 and 37, 
one-quarter mile farther east than Well No. 34, 
were operating. Well No. 38 has been abandoned. 
Well No. 39 was drilled in July 1926 to a 
depth of 216 ft. by Layne and Bowler, and located 
50 ft. east of Well No. 36 and 60 ft. west of No. 37. 
The well was cased with 140 ft. of 30-in. outer 
pipe and 167 ft. of 21-in. inner casing with 48 ft. 
10 in. of 21-in. Layne shutter screen. The space 
between the casings and outside the screen was 
packed with gravel. 
When the well was finished, a production test 
was made. When pumping at a rate of 743 gpm. 
the drawdown was 18 ft. from a non-pumping water 
level of 126 ft. below a ground surface elevation 
of 750 ft. Subsequent non-pumping water levels 
have been reported in ft. below the top of casing 
(elev. 750.0): 
Variations in the water level curve are doubt-
less caused by interference from pumping in other 
wells in the field. 
In Mar. 1928 this well was reported to be p ro -
ducing at a rate of 700 gpm. 
Well No. 39 has been ret i red for several years . 
Well No. 40 was completed to a depth of 212 
ft. in Sept. 1927 by Ohio Well Drilling Co., Mas-
sillon, Ohio, and located 325 ft. east of Well No. 
37. The well was cased with 164 ft. of 20-in. 
outer casing and 192 ft. of 12-in. inner casing. 
The bottom of a 12-in. Ohio Bar screen was set 
at 20 6 ft. Gravel was packed between the two 
casings and outside the screen. The top of the 
12-in. casing is about 2.0 ft. above a ground sur -
face elevation of 750.0 ft. 
In Mar. 1928, after several month's continu-
ous operation, a production test was made. When 
pumping at 610 gpm. the drawdown was 36.8 ft. 
from a non-pumping water level of 137.7 ft. Some 
non-pumping water level elevations have been r e -
ported in ft. below the pump base as follows: 
Variations in the water level curve are doubt-
less caused by interference from pumping in 
other wells in the field. 
Well No. 40 is in service. 
Well No. 41 was completed in 1928 to a depth of 
224 ft. by the Ohio Well Drilling Co. and located 
about 200 ft. south of Well No. 36. The 24-in. outer 
casing extends from the surface to 139 ft. and the 
16-in. inner casing from the sur face to 172 1/2 
ft. with 52 ft. of 16-in. Ohio Angle screen. Upon 
completion of the well, a production tes t was 
made. When pumping at a rate of 800 gpm. the 
drawdown was 22.4 ft. from a water level of 143.2 
ft. below a ground elevation of 748 ft. The well 
was reconditioned by Layne-Western Co., about 
1933. After completing the work a production 
test was made. When pumping at a rate of 700 
gpm., the drawdown was 9.75 ft. from a water 
level of 149.7 ft. below the surface. Analysis of 
a sample (Lab. No. 80001) collected Dec. 28, 
1933, showed this water to have a hardness of 
16.2 gr. per gal., a residue of 336 ppm., and an 
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iron content of 1.4 ppm. 
Well No. 42 was completed in June 1937 to a 
depth of 217 1/2 ft. and located 300 ft. south of 
Well No. 35 (or approximately 360 ft. S. and 1270 
ft. W.of the N. E. corner of Section 7). The well 
was cased with 36-in. outer casing from the 
ground surface to 155 ft. and with 26-in. inner 
casing from 2 ft. above to 167 1/2 ft. below 
ground surface with 50 ft. of 26-in. Layne No. 5 
shutter-type screen. The space between the c a s -
ings and outside the screen was packed with gra -
vel. 
When the well was completed a production test 
was made. When pumping at a rate of 1000 gpm. 
the drawdown was 10 ft. from a water level of 
139 1/2 ft. below the top of the casing (elev. 
750.0). In Mar. 1942, when pumping at 610 gpm., 
the drawdown was 13 ft. After an acid treatment 
the pumping rate was 750 gpm. with a drawdown 
of 13 ft. In Oct. 1944 the pumping rate was 470 
gpm. with a drawdown of 46.5 ft. After an acid 
treatment the production rate was 630 gpm. with 
a drawdown of 25.0 ft. 
After the acid treatment in Oct. 1944, the 
following pumping equipment was reinstalled in 
the well: 201 ft. of 8-in. column pipe; 12-in., 4-
stage Peer less turbine pump, having an overall 
length of 5.0 ft.; 8 ft. 8 in. of 8-in. suction pipe; 
214 1/2 ft. of 1/4-in. gi. air line. The pump base 
was 2.0 ft. above ground level. 
Well No. 42 is available for service. 
Well No. 43 was completed in Dec. 1938 by 
Layne-Western Co. and located on the north side 
of Bradley Ave. about 200 ft. west of Goodwin Ave. 
(or approximately 50 ft. N. and 1520 ft. W. of the 
S. E. corner of Section 6). On Oct. 31, 1944, the 
well was measured 226.0 ft. deep below the top of 
Sample-study and dr i l l e r ' s log of Well No. 43 furnished by the State Geological Survey: 
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the ca s ing , which was 18 in . above a ground s u r -
face e leva t ion of 745.0± ft. 
The wel l was cased, with 36- in . id . pipe f rom 
18 in . above to 166 ft. 2 in . below ground level and 
with 26- in . id . pipe f rom 18 in . above to 175 ft. 
below g r o u n d l eve l . Below the 26 - in . cas ing was 
48 ft. 8 in . of 26- in . Layne s c r e e n . The annular 
space be tween the c a s i n g s and outs ide the s c r e e n 
was packed with g r a v e l . 
When the wel l was comple ted a product ion t e s t 
was m a d e . When pumping at a r a t e of 810 gpm. the 
drawdown was 16 ft. 10 in. f rom a wate r level of 
146 ft. 5 in . below the top of cas ing (e lev. 747.0). 
On Oct . 3 1 , 1944, while the pump was out of 
the wel l , the w a t e r level was m e a s u r e d to be 
166.0 ft. The pumping equ ipment at that t ime 
cons i s t ed of 200 ft. of 8-in. column pipe; 12- in . , 
4 - s t a g e P e e r l e s s tu rb ine pump , No. 11157, h a v -
ing an o v e r a l l length of 5.0 ft.; 219.0 ft. of 1/4-in. 
g i . a i r l ine ; 14 ft. of 8- in . suc t ion pipe; 5 0 - h p . , 
1770 r p m . G e n e r a l E l e c t r i c m o t o r , No. 5422316. 
E l e c t r i c a l e a r t h r e s i s t i v i t y s u r v e y s w e r e 
m a d e by the State Geologica l Survey in Nov. 
1938 and D e c . 1939 cover ing the a r e a on both 
s ides of B r a d l e y Ave. n o r t h e a s t e r l y f rom Wright 
St . , ex tended , to Cole r Ave. 
Well No. 44 was comple ted to a depth of 270 
ft. in June 1940 by L a y n e - W e s t e r n Co. and l o -
ca ted 700 ft. N. and 50 ft. W. of the i n t e r s e c t i o n 
of B rad l ey and Lincoln Ave . , which is the S. E. 
c o r n e r of Sect ion 6). The ground e leva t ion at the 
w e l l - s i t e i s 745t ft. 
The wel l was cased with 36- in . p ipe , welded 
ins ide and ou t s ide , f rom 2.0 ft. above to 156 ft. 
below ground level and with 26 - in . p ipe , welded 
on ou ts ide only, f rom 2.0 ft. above to 172 ft. b e -
low ground l eve l . Below the 26- in . cas ing was 50 
ft. of 26 - in . Layne No. 5 s c r e e n having 0 .115- in . 
s lo t open ings . Ins ide the 26- in . s c r e e n was set 
50 ft. of 12- in . Layne No. 5 s c r e e n . The annular 
space be tween the c a s i n g s and be tween the s c r e e n s 
w a s packed with g r a v e l . The bo t tom 7.0 ft. of the 
26- in . cas ing was s lot ted with 1 / 1 6 - i n . openings 
and spaced 4 1/2 in . c e n t e r to c e n t e r . 
The pumping equipment c o n s i s t s of 194 ft. 7 
in . of 8-in. co lumn p ipe ; B y r o n - J a c k s o n pump, 
No. 66 -256 , with B y r p n - J a c k s o n pump head , No. 
116879, se t above a 10- in . , 9 - s t a g e P e e r l e s s , a l l -
b ronze t u r b i n e having an o v e r a l l l e n g t h o f 6 ft. 6 
in . ; a i r l ine 216 ft. 7 in . long; 15 ft. of 6- in . s u c -
t ion p ipe ; 2 5 - h p . , 1200 r p m . G e n e r a l E l e c t r i c 
m o t o r . The to ta l length of the a s s e m b l y f rom 
top of pump b a s e , which is 2.0 ft. above ground 
leve l , to the bo t tom of the suct ion pipe is 216 ft. 
1 in . 
Well No. 44 is in s e r v i c e . 
Well No. 45 was comple ted in Sept . 1941 to a 
depth of 199 ft. by Hayes and S i m s , Champa ign , 
and located at the s i te of T e s t - h o l e No. 2, which 
was 526 ft. e a s t of Goodwin and 57.7 ft. south of 
B rad l ey Ave. 
The wel l was c a s e d with 16- in . pipe f rom 2.0 
ft. above to 177 ft. 11 in . be low ground leve l and 
32 ft. 3 in . of 16- in . s c r e e n . In 1945, the s c r e e n 
was r e m o v e d and a 10- in . ca s ing was set f rom 
2.0 ft. above to 176 ft. 1 in . below ground l eve l 
with 26 ft. 7 in . of 10-in. Johnson A r m c o - i r o n 
s c r e e n . The s c r e e n ex tends up in the cas ing a 
length of 5 ft. 6 in . 
The pump ins ta l led in t h i s wel l in Sept. 1941 
had been p u r c h a s e d in 1938 for u s e in another 
wel l . I t was des igned to p roduce 800 gpm. aga ins t 
180 ft. of head . It was th ro t t l ed to 500 gpm. when 
ins ta l l ed in Well No. 45 but by May 1943 the c a p a -
ci ty had decl ined to 80 gpm. due to c o r r o s i o n in 
one of the bowls . After r e p a i r the p roduc t ion r a t e 
i n c r e a s e d to 400 gpm. By Jan . 1944 the capac i ty 
dec l ined to 340 gpm. due to c o r r o s i o n in the edges 
of the ve in s in the b o w l s . The pump equipment 
i n s t a l l ed in Apr . 1946 now c o n s i s t s of 17-1 ft. of 
6- in . column pipe; 8- in. , 9 - s t a g e P e e r l e s s M o t u r -
bo pump No. 4509, having an o v e r a l l length of 
5 ft. 7 in . ; a i r l ine 196 ft. 4 in. long; 9 ft. 11 in . of 
6- in . suct ion p ipe; 60 -hp . , 1800 r p m . U. S. e l e c t r i c 
m o t o r , 89477. 
On Nov. 1, 1949, the non-pumping wa te r l eve l 
was 166 ft. 2 in . be low the pump b a s e . Wel l No. 
45 is not in s e r v i c e but is ava i l ab le for u s e . 
H a y e s and S ims d r i l l ed a n u m b e r of t e s t - h o l e s 
in the a r e a of B r a d l e y Ave . be tween Goodwin and 
Lincoln Ave. 
Well No. 46 was d r i l l e d in June 1946 to a 
depth of 207 ft. by Hayes and S i m s and loca ted at 
the s i te of T e s t - h o l e No. 17, on the w e s t side of 
Lincoln Ave. and 300 ft. south of B r a d l e y Ave. 
The wel l was c a s e d with 16-in. pipe f r o m 2.0 
ft. above to 208 ft. 11 in . be low ground level and 
32 ft. 1 in . of Johnson E v e r d u r s c r e e n . The top 
10 ft. of s c r e e n had No. 14 s lo t openings , the 
next 7 ft. had No. 20 s lo t , and the bo t tom 13 ft. 
had No. 60 s lot open ings . 
When completed the well produced 400 gpm. 
with a drawdown of 7.0 ft. from a water level of 
163.2 ft. 
The pumping equipment consists of 181 ft. 
3 in. of 8-in. column pipe; 10-in., 6-stage P e e r -
less turbine pump, No. 6023, having an overall 
length of 5 ft. 3 1/2 in.; air line 214 ft. 7 in. long; 
30 ft. 1 in. of 7-in. suction pipe; 30-hp., 1800 
rpm. U. S. motor, No. 117768. 
Oh Dec. 1, 1949 the pump was producing 360 
gpm. with a pumping water level at 28.9 ft. 
above the bottom of the suction. 
Well No. 46 is not in use but is available for 
service. 
Well No. 47 was drilled to a depth of 217 ft. 
2 in. in June 1946 by Hayes and Sims, and located 
on the east side of Goodwin Ave. between Wells 
No. 35 and 42. The well was cased with 16-in. 
blank pipe from 2.0 ft. above to 191 ft. 3 in. be -
low ground level and with 32 ft. 2 1/2 in. of s i l i -
con, red b r a s s screen. The screen extends up in 
the casing for 6 ft. 3 in. The top 5 ft. of the 
screen had No. 60 slot openings; the next 7 ft. 
had No. 40 slots, the next 8 ft. had No. 18 slots, 
and the bottom 5 ft. had No. 12 slot openings. 
The pumping assembly consists of 200 ft. of 
6-in. column pipe; 10-in., 5-stage Layne turbine 
pump, 4 ft. 7 in.; air line 211 ft. 1 in. long; 6 ft. 
of 6-in. suction pipe; 30-hp., 1800 rpm. U. S. 
electric motor, No. 55119. 
On Dec. 1, 1949, while pumping at 280 gpm. 
the water level was 24.2 ft. above the bottom of 
the suction, or a drawdown of 21 1/2 ft. 
Well No. 47 is not in service but is available 
for use. 
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A crit ical water shortage began to develop 
in 1944 and 1945, forecast largely through the de-
creasing yields from the wells and the demand 
from an increasing population. New wells added 
to the field did not increase the overall produc-
tion from the field. Table 1 shows the production 
ra tes from some of the wells at the time of con-
struction and as of Mar. 26, 1946. 
TABLE 1 
About the same time the yield rates from 
Wells No. 2, 3, and 10 were checked and found to 
be 68, 78 and 64 gpm. 
A search was started for a new well supply at 
some distance from the city wells. Electrical 
earth resistivity surveys were made by the State 
Geological Survey in the area west of Cham-
paign. In the fall of 1945 and early in 1946 five 
test-holes were drilled by Hayes and Sims from 
northwest of Champaign to Mahomet at points 
recommended from the resistivity surveys. In 
June 1946, restr ic t ions were placed on non-
essential water usage. 
Well No. 48 was completed in May 1947 at a 
depth of 231 ft. by Kelly Well Co., Inc., Grand 
Island, Neb., and located near the site of Tes t -
hole D-1 about one-half mile west of Five Points, 
northwest of Champaign (or approximately 40 ft. 
N. and 2400 ft. W. of the S. E. corner of Section 
34, T. 20 N., R. 8 E.). The ground surface e le -
Correlated dr i l le r ' s log of Well No. 48 furnished by the State Geological Survey: 
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vation at the well-site is 764t ft. 
A 38-in. hole was drilled and Kelly 17-in. id. 
by 22-in. od. concrete casing and screen were 
installed from 2.0 ft. above ground level as fol-
lows: 
47 plain sections from 0 to 188 ft. 
5 screen sections from 188 to 208 ft. 
2 plain sections from 208 to 216 ft. 
4 screen sections from 216 to 232 ft. 
1 base section from 232 to 233 ft. 
Each screen section contained 184 openings 
with dimensions of 6.75 in. by 3 / l6 in. Sand and 
gravel were packed between the screen and c a s -
ing and the wall of the bore-hole to 152 ft. below 
the surface. The remainder of the annular space 
to the surface was filled with mater ia l from the 
mud-pit. 
A production tes t was made by the State Wa-
ter Survey on May 12-13, 1947. Before the test 
was started, the pump had been in operation about 
4 hr . No pumping occurred for 1 h r . while in-
stalling the measuring equipment for the test , and 
also a sand-trap. After the 1-hr. shut-down the 
water level was 113.5 ft. below the top of the 
casing. After 12-hr. pumping at 885 gpm. the 
drawdown was 15.5 ft. The pump was then op-
erated at 1030 gpm. for 1 h r . and the drawdown 
was 18.5 ft. Seventeen minutes after the shut-
down of the test the water level was 115.1 ft. 
Six h r . after the test the water level was 112.5 
and27hr . after the test the water level was 111.3 
ft. 
The amount of sand trapped from 5.2 million 
pounds of water pumped was 14.35 rounds, or a 
sand content of 2.8 ppm. 
The pumping equipment consists of 150 ft. 
of 8-in. column pipe; 12-in., 5-stage Peer less 
all-bronze turbine pump, No. 34150, having an 
overall length of 5.0 ft. and rated at 700 gpm. 
against 225 ft. of head; 10 ft. of 8-in. suction 
pipe; 60-hp., 1765 rpm. General Electric motor. 
Actually the pump is operating against 180 to 190 
ft. of head. 
Analysis of a sample (Lab. No. 117,517) col-
lected Mar. 15, 1949 showed this water to have a 
hardness of 14.5 gr. per gal., a residue of 403 
ppm., and an iron content of 3.2 ppm. This 
quality is typical for waters from wells in this 
field. 
Well No. 48 is in daily service. 
Well No. 49 was completed in Apr. 1947 to a 
depth of 297 ft. by Layne-Western Co., and lo-
cated 1 1/2 mile west of Well No. 48 (or approxi-
mately 935 ft .S. and 40 ft. W. of the N. E. corner 
of Section 5,T. 19 N., R. 8 E.). The ground su r -
face elevation at the well-site is 735i ft. 
A 30-in. hole was drilled to a depth of about 
250 ft. and a 24-in. od. welded casing was set 
from 2.0 ft. above to 244.5 ft. below ground level. 
The annular space between the casing and the 
wall of the bore-hole was filled with pit-run gra -
vel after the bottom 15 or 20 ft. had been filled 
with tamped dril l cuttings. Fifty ft. of 14-in. od. 
No. 5 Layne silicon bronze shutter screen was 
set on the bottom of a 14-in. od. inner casing. The 
top of the inner casing was cut off even with the 
top of the 24-in. outer casing and the total length 
of inner casing and screen is 299.5 ft. The bot-
tom 5.0 ft. of screen was a 14-in. by 20-in. cone 
section with 21-in. od. cutting shoe. A 1.0 ft. 
thick concrete plug was poured in the bottom of 
the screen and the screen was packed with washed 
gravel with the top of the gravel, after develop-
ment of the well, left at 235.0 ft. below the top of 
LABORATORY NO. 117,517 
the casings. 
A production test was made by the State Wa-
ter Survey on Apr. 10-11, 1947, using a tempo-
ra ry pumping installation. Before pumping the wa-
ter level was 78.0 ft. below the top of the 24-in. 
casing and after 10-hr. pumping at 1015 gpm. the 
drawdown was 27.5 ft. Recovery of the water 
level, after shutdown of pumping, was almost 
instantaneous. During the tes t , observations of 
water levels were made in a 2-in. hole located 37 
ft. northeast of Well No. 49. The drawdown in the 
observation well, after 10-hr., was 4.0 ft. from a 
non-pumping water level of 78.6 ft. On Sept. 12, 
1947 when pumping at 1230 gpm. the water level 
in Well No. 49 was 107.5 ft. and, in the observa-
tion well, was 85.2 ft. 
The permanent pumping equipment in Well 
No. 49 consists of 200 ft. of 8-in. column pipe; 
12-in., 5-stage Pee r l e s s , all-bronze turbine 
pump, No. 34150, having an overall length of 5.0 
ft., and a rated capacity of 1000 gpm. against 225 
ft. of head; 205.0 ft.of air line; 55-hp., 1765 rpm. 
U. S. electric motor. 
Analysis of a sample (Lab. No. 117,518) col-
lected Mar. 15, 1949, showed this water to have a 
hardness of 14.7 gr. per gal., a residue of 310 
ppm., and an iron content of 0.7 ppm. 
Well No. 49 is in daily service. 
Well No. 50 was completed in Nov. 1947 to a 
depth of 299 ft. by Kelly Well Co. and located 
about 1500 ft. north of Well No. 49 (or approxi-
mately 562 ft. N. and 50 ft. E. of the S. W. cor -
ner of Section 33, T. 20 N., R. 8 E.). The ground 
surface elevation at the well-site is 733t ft. 
A 38-in. hole was drilled and Kelly 17-in. id. 
by 22-in. od. concrete casing and screen were in-
stalled from 1.0 ft. above ground level as follows: 
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56 plain sections from 0 to 223 ft. 
18 screen sections from 223 to 295 ft. 
1 plain section from 295. to 299 ft. 
1 9-in. concrete base plug from 29ft 
to 299.75 ft. 
A 38-in. id. steel surface pipe was left in the 
hole from 0 to 31 ft. Each screen section con-
tained 184 openings of 6.75 in. by 3 / l6 in. The 
annular space between the casing and screen and 
the wall of the bore-hole was back-filled with 
selected sand and gravel to 180 ft. below the top. 
From 30 to 180 ft. the annular space was filled 
with mater ia l from the mud-pit and from the 
surface to 30 ft. was filled with clay. 
The well was developed with a temporary 
pumping installation and on Nov. 21-22, 1947 a 
production test was made by the State Water Sur-
vey. Before the test the water level was 79.9 ft. 
and after 24-hr. pumping at an average rate of 
1050 gpm. the drawdown was 12.3 ft. One h r . 
after shutdown the water level was 80.9 ft. Ob-
servations were made, during the test, in the 
small well, 1465 ft. south and 37 ft. from Well No. 
49. Before starting the test the water level in 
the observation well was 87.8 ft. (pumping in Well 
No. 49) and at the end of the test the drawdown was 
1.4 ft. 
Analysis of a sample (Lab. No. 117,042) col-
lected Jan. 19, 1949 showed this water to have a 
hardness of 13.8 gr. per gal., a residue of 288 
ppm., and an iron content of 0.8 ppm. 
Well No. 50 is in daily service. 
All water for the Champaign-Urbana supply is 
aerated and filtered. Pumpage averages 5.0 mgd. 
including 1/4 mgd. to the University of Illinois 
and 1/4 mgd. to the New York Central R. R. 
After Wells No. 48 and 49 were put in produc-
LABORATORY NO. 117,042 
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tion in July 1947, all wells in the old field, except 
No. 35 and No. 40, were shutdown. From July 1947 
to July 1948, from 1/2 to 3/4 mgd. were withdrawn 
from the old wells and 4 1/4 mgd. from the new 
wells No. 48 and 49 and later on No. 50 when it 
was completed. During the period, observations 
of water levels were made in Well No. 36. A 
recovery of 24.1 ft. is shown in Table 2. 
TABLE 2 
Illinois State Water Survey - Bulletin No. 40 
The village of Chandlerville (874) installed a 
public water supply in 1936. 
Several test wells were drilled. Test Well 
No. 3 was located near the end of River St., near 
the northwestern limits of the village (or approxi-
mately 1000 ft. N. and 900 ft. E. of the S. W. cor -
ner of Section 31, T. 19 N., R. 9 W.). The ground 
surface elevation is 460± ft. The well was 34 ft. 
deep, and was cased with 8-in. pipe to a depth of 
24 ft. A 10-ft. length of No. 100 slot Cook screen, 
wrapped with ordinary screen wire, was installed 
below the casing. 
A production test was made by the State Water 
Survey on Apr. 16, 1936. After 3-hr. pumping at a 
rate of 50-52 gpm., the drawdown was 4 ft. 7 in. 
from a non-pumping water level of 9 ft. 9 in. 
The permanent well was constructed to a 
depth of 32 ft. by Thorpe Concrete Well Co., Al-
ton, and located about 20 ft. north and 10 ft. east 
of Test Well No. 3. A 26-in. id. by 36-in. od. 
solid concrete casing extends to a depth of 16 ft., 
and a porous concrete screen of the same size is 
installed between the depths of 16 and 32 ft. The 
annular space outside the porous concrete screen 
was packed with selected gravel to a thickness of 
6 1/2 in. 
CHANDLERVILLE 
Cass County 
May 5, 1948 
A production test was made by the State Water 
Survey on July 9-10, 1936. After 24-hr. pumping 
at a rate of about 154 gpm., the drawdown was 
7.9 ft. from a non-pumping water level of 11.5 ft. 
In 1940, it was reported that the non-pumping 
water level was 14 ft., and that the pump produced 
40 gpm. with no noticeable drawdown. Recent wa-
ter levels have not been reported. In dry seasons 
water levels are said to be low. 
Water is pumped from the well by either of 2 
Westco Centrifugal pumps (Serial No. SR6H5-1-
89315 BF, and SR6H5-1-89316 BF) each set in a 
pit 10 ft. deep, and each driven by a 2-hp. Wagner 
electric motor. 
Analysis of a sample (Lab. No. 114,560) col-
lected May 5, 1948 after 40-min. pumping showed 
the water to have a hardness of 27.4 gr. per gal., 
a residue of 592 ppm. and a t race of iron. 
The water is softened. Analysis of a sample 
(Lab. No. 114,559) collected May 5, 1948 showed 
the treated water to have a hardness of 10.1 gr. 
per gal., a mineral content of 355 ppm. and an 
iron content of 0.14 ppm. 
Pumpage is estimated to average 13,000 gpd. 
LABORATORY NO. 114,560 
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The public water supply for the town of Chats-
worth (1036) was installed in 1909. 
Water is obtained from a well located 48 ft. 
west of Fourth St. and 42 ft. south of Maple St. 
(or approximately 2600 ft. S. and 1230 ft. E. of 
the N. W. corner of Section 3, T. 26 N., R. 8 E.). 
The well was drilled to a reported depth of 
1285 ft. below a ground surface elevation of 733t 
ft. 
The top of the well is at floor level. No spe-
cific record of the casing is available, but a p ro -
posal by the Harr i s Pump Co. about 1922 for the 
installation of an air lift, stipulated a No. 8 Har -
r i s standard air lift pump for a well 12 in. in 
diameter at the top and 8 in. below a depth of 
500 ft. 
CHATSWORTH 
Livingston County 
May 31, 1947 
The well is now equipped with an air lift 
pump with 1 1/2-in. air pipe and 3-in. discharge 
pipe. 
In 1920 the water level was reported to be 65 
ft. below the ground surface. In Feb. 1941 a 
production test was made by the State Water Sur-
vey. Before the test was started, the water level 
was 75 ft.; and after pumping 3 hr. at 96 gpm., 
the drawdown was 138 ft. 
Analysis of a sample (Lab. No. 110,261) col-
lected from the reservoir May 12, 1947, showed 
the raw water to have a hardness of 24.3 gr. per 
gal., a residue of 699 ppm., and an iron content 
of 0.3 ppm. The general character is tpyical for 
water from sand and gravel in this vicinity. 
The water is aerated, filtered, and softened. 
Sample-study log of well drilled in 1909 furnished by the State Geological Survey: 
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Analysis of a sample (Lab. No. 110,477) of 
treated water collected May 31, 1947 showed it to 
have a hardness of 5.3 gr. per gal., a mineral 
content of 710 ppm., and an iron content of 0.44 
ppm. 
An electrical earth resistivity survey was 
made by the State Geological Survey in May 1946. 
The survey completely surrounded the town of 
Chatsworth and, as a resul t , recommendations 
were made to drill test holes, northeast of town 
from 1/2 to 2 1/2 mi. distant. In May 1947 no 
test wells had been drilled. 
Metered pumpage for the period of Mar. 27 
to May 31, inclusive, averaged 39,400 gpd. 
LABORATORY NO. 110,477 
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A public water supply was installed for the 
village of Chebanse (603) about 1874. 
Water was obtained from a 6-in. well drilled 
to a depth of about 100 ft. The water works plant 
was installed by a private company and when the 
well supply became inadequate to meet the de-
mands of the entire village, the pumping equip-
ment was not replaced when it became worn out 
about 1905. 
In 1948, the village approved a bond, i ssue , 
the proceeds of which were to be made available 
for a proposed municipal water and sewerage 
system. 
A well was drilled to a depth of 152 ft. by Geo. 
Berns , Chebanse, and located in the southeast cor -
ner of Walnut and Fi rs t North St. (or approximately 
400 ft. S. and 2000 ft. W. of the N. E. corner of 
Section 14, T. 29 N., R. 14 W.). The ground eleva-
tion is 660± ft. The driller reported rock at 70 ft. 
CHEBANSE 
Iroquois County 
Feb. 23, 1949 
depth. 
The well was cased with 8-in. galvanized steel 
pipe from 2 1/2 ft. above to 83 1/2 ft. below 
ground level, penetrating 13 1/2 ft. of bed rock. 
A production test was made on Feb. 23, 1949, u s -
ing State Water Survey calibrated measuring 
equipment. The pumping equipment included a 
Peer less turbine test pump, powered by an Al l is -
Chalmers t rac tor . Before the test the static wa-
ter level was 39.0 ft. below the top of the casing. 
After 53-minute pumping at 371 gpm. the draw-
down was 20.3 ft. Then after 2-hr. intermittent 
pumping at a final ra te of 455 gpm. the drawdown 
was 30.5 ft. Thirty minutes after stopping the 
pump the water level was 45.5 ft. 
Analysis of a sample (Lab. No. 117,374) col-
lected Feb. 23, 1949 after 1-hr. pumping at 461 
gpm. showed this water to have a hardness of 
15.2 gr. per gal., a residue of 469 ppm. and an 
iron content of 1.7 ppm. 
LABORATORY NO. 117,374 
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A public water supply was installed by the 
city of Chenoa (1401) in 1895. 
At that time water was obtained from a 183-ft. 
well, but due to its insufficient yield, an abandoned 
coal mine was developed as a supply. This was 
used until 1897 when the mine caved in. A well 
was drilled 22 in. in diameter, but about 3 years 
la ter , it caved in due to weakness of the boi ler -
iron pipe casing. F rom 1900 to 1911, water was 
furnished to the public supply from one of the 
local canning company wells located in the extreme 
northern part of town. 
In 1911, a well, now called Well No. 1, was 
drilled by the J. P. Miller Artesian Well Co., 
Brookfield, and located at the newly constructed 
water works pumping station 90 ft. east of Lutcher 
St. and 275 ft. north of the Toledo, Peoria, & 
Western R. R. (or approximately 1575 ft. N. and 
725 ft. W. of the S. E. corner of Section 2, T. 26 
N., R. 4 E.) . 
The well was 2035 ft. deep below a ground 
surface elevation of 722± ft. 
The hole and casing diameter record is given 
in Table 1. 
The well was cleaned by J. P. Miller Co. in 
1923. 
Water was pumped originally by air lift with 
the pump placed at 165 ft. In 1938 the pumping 
equipment consisted of a Cook 2-stroke plunger 
pump with a 5 3/4-in. by 74-in. cylinder set with 
the bottom at 264 1/2 ft. Power was furnished by 
a 15-hp. General Electric motor. Non-pumping 
water levels have been reported in feet below 
ground surface, as follows: 
The pumping equipment, installed in the sum-
meroff 1946, consists of 250 ft. of 5-in. column 
pipe; 6-in., 17-stage Peer less turbine pump, No. 
33525, having a rated capacity of 150 gpm.; 10 ft. 
of 5-in. suction pipe; air line of unknown length; 
15-hp. U. S. electr ic motor. The pump d i s -
charge is throttled to 55 to 60 gpm. to the s tor -
age rese rvo i r . 
The pump is operated generally at night and 
CHENOA 
McLean County 
Oct. 7, 1948 
furnishes about 37 1/2% of the public supply. 
Analysis of a sample (Lab. No. 105,205) col-
lected Jan. 9, 1946 after 3-hr. pumping, showed 
the water from Well No. 1 to have a hardness of 
13.4 gr. per gal., a residue of 1314 ppm., and an 
iron content of 1.4 ppm. 
In Dec. 1939 the city purchased a well form-
erly owned by the Bloomington Canning Co. and 
located 75 ft. east of the center line of the Gulf, 
Mobile and Ohio R. R., 225 ft. east of Division St. 
and 600 ft. north of Lincoln St., (or approximately 
1940 ft. S. and 300 ft. E. of the N. W. corner of 
Section 1). 
The well, now called Well No. 2, was drilled 
in 1926 by Mike Ebert , Washington, to a depth of 
194 ft. It was cased with 174 ft. of 8-in. black 
pipe and 20 ft. of 8-in. Cook screen. Water-
bearing sand was encountered at 157 ft. 
In 1940, during a production test , after 1-hr. 
pumping at 215 gpm., the drawdown was reported 
to be 82 ft. from a non-pumping water level of 
18 ft. below the pump base. 
The pumping assembly includes 160 ft. of col-
umn pipe; Cook turbine pump, No. 4552, approxi-
mately 160 ft. of air line; 20 ft. of suction pipe; 
25-hp. U. S. electric motor. 
In Jan. 1946 and on Dec. 8, 1947, the non-
pumping altitude gauge reading was 30 ft. above 
the bottom of the air line and on the same dates, 
when pumping at 75 gpm., the gauge reading was 
12 ft. On Oct. 4, 1948, after 40-minutes pumping 
at 75 gpm. the gauge reading was 12 ft. 
Analysis of a sample (Lab. No. 116,019) col-
lected Oct. 4, 1948 after 40-minutes pumping, 
showed the water to have a hardness of 7.3 gr. 
per gal., a residue of 670 ppm., and an iron con-
tent of 1.7 ppm. The water is colored. Methane 
gas was found to be present in a concentration of 
7.7 cu. ft. per 1000 gal. 
This water is blended with water from the 
deep well and is aerated, filtered and chlorinated. 
Analysis of a sample (Lab. No. 116,033) col-
lected Oct. 4, 1948 showed the treated water, to 
have a hardness of 8.3 gr. per gal. , a mineral 
content of 770 ppm. and an iron content of 0.62 
ppm. 
Total pumpage is estimated to average 37,000 
gpd. which includes 9000 gpd. metered com-
mercia l consumption. 
2 - Chenoa 
Correlated d r i l l e r ' s log of Well No. 1 furnished by the State Geological Survey: 
LABORATORY NO. 105,205 
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TABLE 1 
Hole Record 
4-in. from 2003 to 2035 ft. 
Casing Record 
12-in. from surface to 203 ft. 
8-in. from surface to 478 ft. 
5-in. liner from 796 to 844 ft. 
5-in. liner from 1680 to 1780 ft. 
4 1/4-in. liner from 1849 to 1925 ft. 
4-in. liner from 1925 to 2003 ft. 
LABORATORY NO. 116,019 
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The public water supply was installed about 
1911 by the village of Cherry (583). 
Water was obtained from a well located north 
and west of the intersection of Campbell Ave. and 
Railroad St. (or approximately 2030 ft. N. and 
1350 ft. E. of the S. W. corner of Section 27, T. 
17 N., R. 11 E.). The well was approximately 98 
ft. deep and cased with 6-in. pipe. The ground 
surface elevation is 680± ft. The bottom of the 
well was reported to be in a water-bearing s t r a -
tum of sand and gravel. 
The well was equipped with a single-acting 
cylinder pump rated at 100 gpm. with the 5-in., 
working ba r re l set at about 80 ft. Power was 
furnished by a 15-hp. Century electric motor. In 
1920, the non-pumping water level was reported 
to be 40 ft. below the ground surface. 
Due to frequent and costly breakdowns in the 
pumping equipment and because of decreased 
revenue, the public supply was shut off in 1920. 
Water was pumped into the elevated storage tank 
for fire protection only. About 1930, the water 
was lost from the well through the workings of a 
coal mine. In 1938, it was reported that the well 
contained 80 ft. of water, but it could be pumped 
dry in a short t ime. 
The well was abandoned due to subsidence 
around the top of the well. 
Analysis of a sample (Lab. No. 31776), col-
lected Oct. 4, 1915, showed the water from this 
well to have a hardness of 23.0 gr . per gal., a 
mineral content of 699 ppm., and an iron content 
of 2.0 ppm. 
CHERRY 
Bureau County 
July 30, 1947 
In 1937, public interest was revived for a r e -
habilitation of the water supply. An electr ical 
earth resist ivi ty survey was made by the State 
Geological Survey. A test hole was drilled by 
P. E. Millis Co., Byron, to a depth of 470 ft., in 
1939, and located 2600 ft. N. and 1320 ft. E. of 
S. W. corner of Section 27). The elevation of the 
ground surface is 690t ft. 
In 1940, a test hole was drilled by C. W. Var -
ner , Dubuque, Iowa, in the valley of Brush Creek 
about two miles northwest of the village. The 
hole was 32 1/2 ft. deep; and after a short p r o -
duction test , it was reported that water could be 
obtained at a rate of 50 gpm. or more . 
The water supply for the village of Cherry is 
now obtained from a well constructed at 400 ft. 
S. and 2500 ft. W. of the N. E. corner of Section 
21). The well is 33 ft. deep below a ground su r -
face elevation of 695± ft. and is cased with 23 ft. 
of 10-in.pipe below which is 10 ft. of 10-in. John-
son Everdur welded screen with No. 24 slot open-
ings. 
The pumping equipment consists of 25 ft. of 
4-in. column pipe; 6-in., 5-stage Fairbanks-Morse 
turbine pump, No. 11156, rated at 69 gpm. against 
60 ft. of head; 29 ft. of air line; 3 ft. of 4-in. suc-
tion pipe; 3-hp., 1750 rpm. Fairbanks-Morse e lec -
tr ic motor. 
A short production tes t of the new well was 
conducted by the State Water Survey on Nov. 22, 
1940. After pumping 2 hours at 121 gpm., the 
drawdown was 2 3/4 ft. below a non-pumping water 
level of 11.3 ft. 
Sample-study log of the Cherry test hole furnished by the State Geological Survey: 
2 - Cherry 
Analysis of a sample (Lab. No. 111,311), col-
lected July 30, 1947 after 2-hr. pumping at 121 
gpm., showed the water from this well to have a 
hardness of 17.5 gr. per gal. , a residue of 324 
ppm., and an iron content of 1.8 ppm. 
The water is aerated and a softening unit is 
in place but was not in operation on July 30, 1947. 
No sample of treated water was collected. 
Pumpage in July 1947 averaged 24,000 gpd. 
LABORATORY NO. 111,311 
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A public water supply was installed by the 
city of Chicago Heights (22,461) in 1894. 
Water was first obtained from 10 wells drilled 
in the bottoms of 2 pits located at the northeast 
corner of East End Ave. and Fourteenth St. The 
center of the south pit was approximately 66 ft. 
S. and 850 ft. E. of the N. W. corner of Section 
21, T. 35 N., R. 14 E. , and the center of the north 
pit was about 97 ft. north of Fourteenth St. and 25 
ft. east of East End Ave. (or approximately 2500 
ft. S. and 860 ft. E. of the N. W. corner of Sec-
tion 21). 
The elevation of the ground surface at these 
pits is 657± ft., and the pits were about 34 ft. 
deep. It is reported that there were four 4-in. 
holes in the south pit and six 8-in. holes in the 
north pit. 
In 1910, water was pumped directly from the 
wells into the distribution system by high-pressure 
pumps at an average of 3 mgd. With increasing 
demands and a recession of 50 ft. in the water 
level below the station floor between 1894 and 
1912, the original wells were abandoned as a 
source of supply. All wells were sealed in these 
pits by 1917 except one well in the northeast part 
of the north pit which is still used as an observa-
tion well for water levels. 
In 1910, 4 wells, No. 11, 12, 13, and 14, were 
drilled in an area , 11 by 22 ft., in the north end of 
the Fourteenth St. pumping station at a distance 
of 30 to 45 ft. from the center of the north pit. 
These wells were reported drilled to a depth of 
300 ft., entirely in the Niagaran limestone with 
the exception of a few ft. at the surface. They 
were 15 in. in diameter from the surface to a 
depth of 150 ft., and then reduced to 12 in. in 
diameter. In the summer of 1914, the total p r o -
duction was 3.5 mgd. The non-pumping water 
level was 60 ft. below the surface. 
On Nov. 18, 1921, it was reported that Well 
No. 11 was equipped with a pump of 1300 gpm. 
capacity which was operated continuously. The 
well was in service until 1943, and the pumping 
equipment has been removed. The State Water 
Survey has a water level recorder installed in 
the well. 
Well No. 12 is still equipped with a Layne 
turbine pump but has not been operated since 
1944. When the water level receded to a depth of 
149 ft. in 1944, it was impossible to lower the 
turbine due to a dog-leg in the well at this depth. 
CHICAGO HEIGHTS 
Cook County 
Sept. 27, 1948 
Analysis of a sample (Lab. No. 88722), col-
lected Aug. 14, 1940, showed the water from Well 
No. 12 to have a hardness of 37.0 gr. per gal., a 
mineral content of 816 ppm., and an iron content 
of 0.7 ppm. 
Well No. 13 is still equipped with a Layne tu r -
bine pump and a 75 -hp. Westinghouse electric mo-
tor but has not been operated since 1941. 
Well No. 14 was reamed out to a depth of 174 
ft. by S. B. Geiger & Co., Chicago, and was r e -
placed in operation Nov. 7, 1940 when the water 
demand was very high. 
The following pump installation, made at that 
time and overhauled in 1945, is still in service: 
160 ft. of 7-in. column pipe; 12-in., 4-stage 
American Well Works turbine pump, No. 61046, 
rated at 1200 gpm. against 20 6 ft. of head; 20 ft. 
of 7-in. suction pipe; 100-hp. U. S. electric mo-
tor . 
The pump in No. 14 is now operated about 2 
hr . daily against 45 to 50 psi . pressure as an 
auxiliary supply unit to maintain pressure in the 
mains. 
Well No. 15, drilled in 1917, is located about 
70 ft. southwest "of the center of the 4-well group 
in the north end of the Fourteenth St. pumping 
station and 28 ft. northwest of the center of the 
south pit . It is 24 in. in diameter and 200 ft. 
deep. The elevation of the ground surface is 657t 
ft. 
This well was reported to have encountered 
a cavity between depths of 147 and 171 ft. p ro -
ducing about 1400 gpm. On Nov. 18, 1921, water 
was pumped at a rate of 1400 gpm. for daily pe r i -
ods of 19 to 20 hr . and was the principal source 
of the public water supply. 
The following pump installation is in service: 
180 ft. of 8-in. column pipe; 14-in., 3-stage 
American Well Works turbine pump, No. 63677, 
rated at 1500 gpm. against 199 ft. of head; 100-hp. 
U. S. electric motor. 
In July 1946 the pump was operated from 8 to 
10 hr . daily and discharged about 1200 to 1300 
gpm. to the rese rvo i r . 
From Mar. 1946 to Aug. 1947 the hardness of 
weekly composite samples from Well No. 15 and 
later No. 14 varied from 41 to 63 gr . per gal. 
Well No. 16, drilled in 1921, is located about ' 
2 - Chicago Heights 
TABLE 1 
Hole Record 
26-in. from surface to 205 ft. 
20-in. from 205 to 695 ft. 
17 1/2-in. from 695 to 1518 ft. 
15-in. from 1518 to 1832 ft. 
Casing Record 
22-in. od. from surface to 205 ft. 
18-in. od. liner from 440.5 to 695 ft. 
16-in. od. liner from 1518 to 1538 ft. 
40 ft. north of the Fourteenth St. pumping station 
and 55 ft. north of Well No. 14 of the 4-well group 
in the north end of the station. 
The well is 24 in. in diameter and has a depth 
of 235 ft. At a depth of 90 ft., the dri l ler en-
countered a cavity large enough to permit the 
entrance of a man from the well to make repa i rs 
during drilling. At this t ime, the water level was 
97 ft. below an elevation of 657 ft. on the floor of 
the pumping station. When the pumps were oper-
ated in the station wells , the water level was 
lowered about 18 in. 
The following pump installation was in se rv -
ice in July 1946: 210 ft. of 10-in. column pipe; 
14-in., 3-stage American Well Works turbine 
pump, No. 63676, rated at 1500 gpm. against 226 
ft. of head; 125-hp. U. S. electric motor. 
During 1946, the pump was operated about 2 
hr . daily and delivered from 1300 to 1400 gpm. 
Well No. 17 is located at the northeast co r -
ner of East End Ave. and Main St. (or approxi-
mately 600 ft. S. and 450 ft. E. of the N. W. cor -
ner of Section 28). It was drilled by S. B. Geiger 
& Co. and completed to a depth of 1832 ft. on 
June 28, 1924. The elevation of the pump base 
is 676.7 ft. 
When the drilling of the well had reached a 
depth of about 1500 ft., a pump was installed and 
operated at a rate of 1 mgd. from Feb. 12 to Feb. 
27, 1923. A production of 890 gpm. against 45 
psi . p ressure was reported at that t ime. 
After the well was completed, the pump was 
operated as an auxiliary to the shallow well sup-
ply until 1940. Since then it has been operated 
continuously. 
The available data of hole and casing diameters 
are conflicting between original and later repor ts , 
but those given in Table 1 are believed to be the 
nearest correc t . 
On Mar. 17, 1944, the water level, after an 
idle period of 16 h r . , was 162 ft. below the pump 
base. After 30-min. pumping at 1350 gpm. 
against 45 pounds of discharge p ressure , the 
drawdown was 35 ft., and the temperature of the 
water was 53° F. 
After 3 1/2 h r . of identical operation, the same 
conditions were observed. The rate of pumpage 
was then increased to 1500 gpm. against the same 
discharge pressure ; and after 30 min., the draw-
down was 39 ft. and the temperature was 53° F. 
After 4 h r . of similar operation, no changes of 
drawdown or temperature were observed. 
The temperature and analyses indicated the 
water to be completely from the limestone and 
none from the sandstone, and no change was ob-
served when the pumping rate was increased from 
1350 to 1500 gpm. 
After the pump was pulled on July 12, 1946, 
the water level was 108 ft. below the pump base . 
The well had been idle for 3 weeks. 
After r epa i r s , the following pumping equip-
LABORATORY NO. 107,306 
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LABORATORY NO. 96,468 
ment was re-installed: 260 ft. of 8-in. column 
pipe; 12-in., 6-stage (all bronze) American Well « 
Works turbine pump, No. 63166, rated at 1000 
gpm. against 324 ft. of head; 260 ft. of airline; 20 
ft. of 8-in. suction pipe; 125-hp. U. S. electric 
motor. 
On July 31 , 1946 after 5-hr. pumping at 1260 
gpm. against a discharge pressure of 54 psi . , the 
drawdown was 14 ft. from a non-pumping water 
level of 110 ft. 
Analysis of a sample (Lab. No. 107,306), col-
lected July 31, 1946 after 7-hr. pumping at 1000 
gpm., showed the water from this well to have a 
hardness of 51 gr. per gal., a mineral content of 
1160 ppm., and an iron content of 7.6 ppm. 
Well No. 18, located about 100 ft. north of the 
center line of Tenth St. and 330 ft. east of the 
center line of Campbell Ave. (or approximately 
100 ft. N. and 1600 ft. E. of the S. W. corner of 
Section 17), and was drilled by S. B. Geiger & 
Sample-study log of Chicago Heights Well No. 20 furnished by the State Geological Survey: 
1789 ft. = 1794 ft. by steel tape measurement 
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Co. in 1941. The elevation of the pump base is 
653 ft. It is 251 ft. deep and cased with 26-in. 
pipe from 2 ft. above to 55 ft. below the ground 
surface. 
On July 16, 1941, a free flow was reported 
from the well in excess of 200 gpm. through a 4-
in. pipe connected to the side of the casing about 
1 ft. above ground surface. 
In 1941 it was reported that the well p ro -
duced 1650 gpm. with a drawdown of 39 ft. In 
July 1946 a pumping rate of 750 to 850 gpm. was 
maintained. The following installation was in 
service: 120 ft. of 8-in. column pipe; 12-in., 4-
stage American Well Works turbine pump, No. 
64700, rated at 1000 gpm. for 6 stages against 
220 ft. of head; 20 ft. of 8-in. suction pipe; 60-hp. 
Westinghouse electric motor. 
Well No. 19 is located north of the Elgin, 
Joliet, & Eastern R. R. t racks about 100 ft. east 
of Thorn Creek (or approximately 1300 ft. S. and 
1200 ft. E. of the N. W. corner of Section 29). The 
elevation of the pump base is 675.3 ft. This well 
was formerly owned and operated by the Elgin, 
Joliet, & Eas tern R. R. but was leased by the 
city in 1940. It is reported to have a depth of 330 
ft. and a diameter of 10 in. 
In July 1946 the pump was operating at a rate 
of about 350 gpm. 
The following installation was in service: 100 
ft. of 5-in. column pipe; 10-in., 4-stage American 
Well Works turbine pump, No. 59049, rated at 400 
gpm. against 140 ft. of head; 10 ft. of 6-in. suc-
tion pipe; 20-hp. U. S. electric motor. 
Analysis of a sample (Lab. No. 96,468), col-
lected June 15, 1943, showed this water to have a 
hardness of 28.8 gr. per gal., a mineral content 
of 584 ppm., and an iron content of 1.1 ppm. 
Well No. 20 is located at the main pumping 
station about 223 ft. north and 10 ft. east of the 
intersection of 14th St. and Lowe Ave. (or ap-
proximately 2420 ft. S. and 1025 ft. E. of the N. W. 
corner of Section 21). The elevation of the top 
of the pump base is 660 ft. 
The drilling, casing, "shoot ing ," and clean-
ing of this well was completed by S. B. Geiger & 
Co., on Mar. 20, 1942. 
The well was 1794 ft. deep from a point 2 ft. 
above the ground level. 
Table 2 shows the hole and casing diameters 
as reported by the dr i l ler . 
After drilling was completed, the well was 
" s h o t " with 1300 lb. of 100% blasting gelatin, as 
follows: f irst shot of 400 lb. between depths of 
1740 and 1750 ft.; second shot, 400 lb. between 
depths of 1631 and 1638 1/2 ft.; third shot, 500 
lb. between depths of 1711 and 1719 ft. 
The well was cleaned after each shot but only 
a relatively small amount of sand was removed. 
After 15-min. pumping on Mar. 27, 1942, the 
well was found to have 50 ft. of mater ia l at the 
bottom. 
On Apr. 8 and 9, 1942, a production test was 
terminated by pump failure. At the end of a 17-
hr . pumping period, the well was producing 634 
gpm. with a drawdown of 78 ft. from a non-pumping 
water level of 216 ft. below the pump base. 
After 72-hr. pumping from Apr. 17 to 20, 
1942 at a rate of 650 gpm., the drawdown was 91 
ft. from a water level of 216 ft. Equilibrium 
conditions were established near the end of the 
first 24 h r . , and 24 to 72 hr . , very little change 
in conditions was noted except in the temperature 
of the water which increased from 55° to 57° F. 
TABLE 2 
Hole Record 
30-in. from sur face to 58 1/2 ft. 
25-in. from 58 1/2 to 259 ft. 
21-in. from 259 to 760 ft. 
17-in. from 760 to 1210 ft. 
14-in. from 1210 to 1794 ft. 
Casing Record 
30-in. spiral casing from surface to 
49 ft. 
26-in. from 6 to 50 ft. 
22-in. from 1 to 258 ft. 
18-in. liner from 404 ft. 3 in. to 
756 ft. 10 in. 
15-in. liner from 1127 to 1210 ft. 
The annular space between the 26-in. 
and 30-in. casings was filled with 
concrete. 
This well was in operation as an auxiliary-
reservoir supply unit until Mar. 1943 at which 
time it was producing about 300 to 350 gpm. It 
was equipped with 300 ft. of 8-in. column pipe; 
12-in., 6-stage American Well Works turbine 
pump rated at 1400 gpm.; 20 ft. of 6-in. suction 
pipe; 150-hp. U. S. electric motor. 
A production test was attempted on Apr. 3, 
1945, but the pump "broke suction" at the end of 
1 1/2 min. operating time while producing ap-
proximately 300 gpm. The pump could not be 
throttled down to a discharge low enough to p r e -
vent breaking suction or to accurately determine 
the pumping ra te . 
A water level recorder was placed in this 
well on Oct. 22, 1945. The water level was 273 
ft. below the top of the pump base. Limestone wa-
ter was reported entering the well above this 
level. The well was sounded for depth on Nov. 
21, 1945 and found to be 1720 ft. 4 in. below the 
pump base . 
A precast concrete plug, 19 in. in diameter 
by 24 in. long with 14 in. of tapered point, was set 
in the top of the 18-in. liner at a depth of 404 ft. 
3 in. by the J. P. Miller Artesian Well Co., 
Brookfield, on Feb. 19, 1946. This was followed 
by pouring Bentonite and gravel in the well until 
it was filled to a depth of 12 ft. above the plug. 
Another precast concrete plug, 20 1/2 in. in d i -
ameter and 14 in. long, was lowered into the well 
and stopped at 326 ft. 4 in. About 2 cubic yards 
of gravel was poured on top of the plug. On Feb. 
26, 1946, the water level was 111.2 ft., and the 
depth to the top of gravel was 339 ft. 
The well has been abandoned as a source of 
supply and is used for observation of water levels 
only. 
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Well No. 21 is located about 100 ft. north of 
Tenth St. and 245 ft. east of Campbell Ave. (or 
approximately 100 ft. N. and 1515 ft. E. of the 
S. W. corner of Section 17), or about 70 ft. west 
of Well No. 18. The elevation of the pump base 
is 652± ft. 
This well was drilled by the J. P. Miller 
Artesian Well Co. and was completed in Oct. 
1945. It has a depth of 203 ft., and the dr i l le r ' s 
record of hole and casing diameters is as fol-
lows: 
An outer casing of 30 in. od. was placed from 
the surface to a depth of 50 ft., and an inner c a s -
ing of 24 in. od. from the surface to 58 ft. Both 
casings were equipped with drive shoes, and the 
annular space between the casings was sealed with 
85 bags of cement pumped in from the top. Below 
the casing, the hole was 23 in. in diameter to the 
bottom. 
The driller reported a water-bearing crevice 
at a depth of 70 ft., and the best water-bearing 
formation was found between depths of 130 and 
150 ft. A 23-hr. production test was made, s t a r t -
ing at 8:00 a.m. on Oct. 26, 1945. Well No. 18 
was operated during the period at an approximate 
rate of 900 gpm. except for a 2-hr. period be -
tween 8:00 p.m. and 10:00 p.m. on Oct. 26, 1945. 
The elevation of the pump bases were practically 
identical. A non-pumping water level of 22 ft. 
below the pump base was reported by the driller 
for Well No. 21 with No. 18 idle. 
The same non-pumping water level may be 
assumed for No. 18. After 12-hr. operation of 
both pumps, No. 21, at an average rate of 870 
gpm. and No. 18 at an approximate rate of 900 
gpm., the drawdown was 24 ft. in No. 21 and 28 
ft. in No. 18. 
LABORATORY NO. 104,680 
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TABLE 3 
No. 18 w a s t hen shut down for a pe r i od of 2 
h r . , a n d the pumping r a t e in No. 21 was i n c r e a s e d 
to 1680 gpm. and held at t h i s r a t e for 2 h r . af ter 
which the d rawdown in No. 21 w a s 45 1/2 ft. and 
29 ft. in No. 18. The o p e r a t i o n of No. 18 was then 
r e s u m e d a t the a p p r o x i m a t e r a t e of 900 gpm. , 
bu t t h a t of No. 21 was r e d u c e d to an a v e r a g e of 
855 g p m . , and both p u m p s w e r e then o p e r a t e d a t 
t h e s e r a t e s for 9 h r . At the end of t h i s pe r iod , 
the d rawdown was 24 ft. in No. 21 and 28 ft. in No. 
18, indica t ing no changes in drawdown f r o m the 
1 2 - h r . o b s e r v a t i o n s . 
The following pump in s t a l l a t i on , m a d e in Nov. 
1925, is in s e r v i c e : 120 ft. of 8 - in . co lumn p ipe ; 
12-in. , 4 - s t a g e A m e r i c a n Well Works tu rb ine pump 
r a t e d at 1150 gpm. aga in s t 160 ft. of head ; 10 ft. 
o f 8 - in . suc t ion p ipe; 125-hp. U . S . e l e c t r i c m o t o r . 
In July 1946 th i s uni t w a s o p e r a t e d cont inuous ly 
and, pumping aga ins t 65 lb . of p r e s s u r e , d e l i v e r e d 
about 850 g p m . 
A n a l y s i s of a sample (Lab . No. 104,680), c o l -
l ec ted Oct . 20, 1945 af ter pumping 22 h r . at 800 
gpm. , showed the w a t e r f r o m Well No. 21 to have 
a h a r d n e s s of 27.2 g r . p e r g a l . , a r e s i d u e of 618 
p p m . , and an i r o n content of 0.4 p p m . 
Wate r l eve l s in the we l l s a t the m a i n pumping 
s ta t ion have b e e n r e p o r t e d a s g iven in Table 3 . 
Depths to w a t e r a r e in feet below the s t a t ion 
floor (Elev . 657.5 ft .) . 
Well No. 22 was comple ted to a depth of 270 
ft. in Oct . 1946 by J . P . Mi l le r A r t e s i a n Well Co . 
and loca ted in the n o r t h e a s t c o r n e r of Divis ion St. 
and Sixteenth St. extended (or a p p r o x i m a t e l y 1400 
ft. N. and 2600 ft. W. of the S. E. c o r n e r of S e c -
t ion 19). The ground e leva t ion a t the w e l l - s i t e i s 
675t ft. The wel l was c a s e d with 33 - in . od. pipe 
f r o m 2.0 ft. above to 71.0 ft. be low the ground 
su r face and with 24- in . od. pipe f r o m 2.0 ft. above 
to 80.0 ft. be low ground l eve l . Below the 2 4 - i n . 
cas ing the hole was f inished 23 in . in d i a m e t e r to 
the b o t t o m . The annu la r space outs ide the 24- in . 
ca s ing was fi l led with c e m e n t g rou t . The top of 
the l imes tone was r e p o r t e d at 70 ft. and m a n y 
soft s ec t i o n s bu t no l a r g e c r e v i c e s w e r e encoun t -
e r e d in the l i m e s t o n e . 
A produc t ion t e s t was m a d e by the State Wa-
t e r Survey on Oct . 2 4 - 2 5 , 1946. Before the t e s t 
was s t a r t e d the w a t e r l eve l was 26 ft. be low the 
top of the cas ing (2.0 ft. above ground leve l ) . 
After 2 2 - h r . pumping a t 960 gpm. the drawdown 
was 21 ft. When pumping for 1 h r . at 1500 gpm. 
the drawdown w a s 46 ft. Twelve m i n u t e s af ter 
s topping the pump , the w a t e r l eve l was 28 ft. 
Well No. 23 w a s comple ted to a depth of 260 
ft. in Dec . 1946 by J . P . Mi l l e r A r t e s i a n Well 
C o . and loca t ed in the sou thwes t c o r n e r of the 
i n t e r s e c t i o n of Wilson Ave . and T h i r t e e n t h St. 
(or a p p r o x i m a t e l y 2160 ft. S. and 1234 ft. W. of the 
N. E. c o r n e r of Sect ion 19). The ground e leva t ion 
a t the w e l l - s i t e i s 671± ft. The we l l was c a s e d 
with 3 0 - i n . od. pipe f rom the g round su r face to 67 
ft. , p ene t r a t i ng 9 ft. of l i m e s t o n e , and with 24- in . 
od. pipe f r o m the su r face to 78 ft. Below the 2 4 -
i n . c a s i n g the hole was f in ished 23 in . in d i a m e t e r 
to the b o t t o m . The annu la r space outs ide the 24 - in . 
cas ing was filled with c e m e n t g rou t . 
A p roduc t ion t e s t was m a d e by the State Wa-
t e r Su rvey on D e c . 5 - 6 , 1946. Before the t e s t was 
s t a r t e d the w a t e r l eve l w a s 33.5 ft. below the top 
of the cas ing (ground l eve l ) . After 2 3 - h r . p u m p -
ing at a r a t e of 1270 gpm. the drawdown was 28 
ft. The r a t e was g radua l ly a c c e l e r a t e d and af te r 
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1 1/2-hr. pumping at a final r a t e of 1810 gpm. 
the d rawdown was 55 ft. F i f t een minu t e s af ter 
s topping the pump the w a t e r l eve l was 39 ft. 
Ana lys i s of a s a m p l e (Lab . No. 108,579) c o l -
lec ted D e c . 6, 1946 af ter 2 2 - h r . pumping at 1200 
g p m . showed t h i s w a t e r to have a h a r d n e s s of 
28.2 g r . pe r g a l . , a r e s i d u e of 587 p p m . and an 
i r o n content of 2.2 p p m . 
To ta l pumpage in 1948 for the c i ty a v e r a g e d 
3.883 mgd . 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
city of Chillicothe (2303) in 1891. 
Water was obtained from 10 wells driven to a 
depth of 42 ft. with 8 ft. of strainer on the bottom 
of each well. The wells passed through 3 or 4 ft. 
of soil below which was 12 ft. of gravel underlaid 
by water-bearing sand and fine gravel. In 1915, 
water was being obtained from 10 wells driven to 
a depth of 60 ft. 
The wells are located in one group in an area 
about 10 ft. wide and 45 ft. long, and located in the 
northeast part of town, about 100 ft. from the r iv -
er (or approximately 1500 ft. N. and 1500 ft. E. of 
the S. W. corner of Section 21, T. 11 N., R. 9 E.). 
Six of the wells are 6 in. in diameter, and the r e -
maining four are 4 in. in diameter. Strainers , 
about 10 ft. long, are at the bottom of each well. 
Water was pumped by direct suction. The non-
pumping water level varied with the river stage. 
These wells were abandoned in 1944. 
In 1944, a new well was drilled by C. W. Var-
ner Well Drilling Co., Dubuque, Iowa. The well 
is located northwest of Second and Chestnut St. 
(or approximately 1280 ft. N. and 100 ft. E. of the 
S. W. corner of Section 21). The well was drilled 
to a depth of 80 ft. through 3 ft. of top soil, 77 ft. 
of sand and gravel, and terminating at the top of 
a limestone formation. The casing and screen 
record is as follows: 
66 ft. 4 in. of 12 -in. wi. casing. 
18 ft. 4 in. of 12-in. Cook red b ras s screen hav-
ing 17 ft. exposed. 
The top 8 ft. of screen has No. 30 slot opening. 
The next 4 ft. of screen has No. 20 slot opening. 
CHILLICOTHE 
Peoria County 
Jan. 16, 1947 
The bottom 5 ft. of screen has No. 30 slot opening. 
The elevation of the pump base is 490.5 ft., 
which is about 2 ft. above the ground surface 
elevation. 
The well is equipped with 60 ft. of 6-in. col-
umn pipe; 9 1/2-in., 5-stage Aurora deep-well 
turbine pump, No. E 2514, rated at 300 gpm. against 
a head of 205 ft.; the overall length of the pump 
is 5 ft.; 80 ft. of 1/4-in. galvanized steel air line; 
15 ft. of 6-in. suction pipe; 25-hp. General E lec -
t r ic motor. 
The bottom of the air line is at elevation 411 
ft. 
When the well was finished, the non-pumping 
water level was 48 ft. below the pump base . On 
Nov. 9, 1944, a short production test was run, 
and a drawdown of 17 ft. was reported after pump-
ing at a ra te of 300 gpm; At present , the non-
pumping water level is 58 ft. below the pump base 
with a drawdown of 10 ft. when pumping at a rate of 
300 gpm. 
Analysis of a sample (Lab. No. 108,929), col-
lected Jan. 16, 1947, showed the water to have a 
hardness of 21.8 gr. per gal., a residue of 456 
ppm., and an iron content of 0.1 ppm. 
The amount of water pumped is measured by a 
Worthington-Gamon turbine meter , and at present 
is about 150,000 gpd. The mains are connected to 
the mains of North Chillicothe so that in case of 
emergency, water can be pumped to, or received 
from, the water works at North Chillicothe. 
LABORATORY NO. 108,929 
Illinois State Water Survey - Bulletin No. 40 
The city of Chrisman (1112) installed a public 
water supply in 1905. 
Water was originally obtained from a well 
called the South Well, or Well No. 1, drilled in 
1905 by A. M. Dillow, Decatur, and located on the 
north side of the Baltimore and Ohio R. R. at its 
intersection with Ohio St. (or approximately 2500 
ft. S., and 900 ft. W. of the N. E. corner of Sec-
tion 35, T. 16 N., R. 12 W.). The ground surface 
elevation is 640± ft. 
The well was apparently drilled to a depth of 
150 ft. but completed at 132 ft. as the bottom of 
the 10-in. casing was set at 132 ft. 
Water was originally pumped from the well 
by a 6-in. by 24-in. Gould deep well pump rated 
at 120 gpm., driven by a gasoline engine. In 1910 
or 1911, this was replaced with air lift equipment. 
The well was reported to yield about 60 gpm. The 
non-pumping water level in 1912 was reported to 
be 49 ft. below the ground surface. 
In 1913, the well was found to have filled in to 
a depth of 128 ft., and a 14-ft. length of perforated 
iron pipe, wrapped with No. 16 m e s h , was placed 
in the bottom, after which the yield was 24 gpm. 
CHRISMAN 
Edgar County 
June 14, 1948 
In 1921 and 1922, it was reported that the well 
yielded an average of 66 gpm., and in a short p ro -
duction te st made July 30, 1924 by the State Water 
Survey the production rate was 63 gpm. The non-
pumping water level was reported to be 43.2 ft. 
In 1945, the air lift pipes were replaced. The 
new equipment consisted of 122 ft. 3 in. of 3-in. 
eductor pipe and 1/4-in. air pipe. The non-
pumping water level, with the air lift in the North 
Well operating, was 56 ft. The production was 
increased by the installation of the new pipes. 
Analysis of a sample (Lab. No. 114,992) col-
lected June 12, 1948 after 4 1/2-hr. pumping 
showed the water to have a hardness of 19.8 gr. 
per gal., a residue of 823 ppm., and an iron con-
tent of 5.0 ppm. 
A second well was drilled in 1905, about 15 ft. 
west of Well No. 1. This well was 10 in. in d i -
ameter , and 109 ft. deep. 
The well produced little water and was never 
used. 
Well No. 2, North Well, was drilled in 1926 by 
Meister Bros. Tuscola, and is located about 100 
Correlated d r i l l e r ' s log of Well No. 1 furnished by the State Geological Survey: 
LABORATORY NO. 114,992 
2 - Chrisman 
ft. north of Well No. 1. 
This well is 165 ft.-deep and was drilled 10 
in. in diameter to the top of the rock, and 8 in. in 
diameter to the bottom of the well. A Cook screen, 
originally installed in the well, clogged rapidly 
and was immediately replaced by a 16-ft. length 
of casing, perforated with 1/2-in. holes, between 
the depths of 116 and 132 ft. 
The well is equipped with an air lift. About 
160 ft. of 1-in. air pipe and 3-in. eductor pipe 
were installed originally. In 1945, it was reported 
that 160 ft. 7 in. of 1 in. air pipe and 3-in. eductor 
pipe were cleaned and replaced. 
The non-pumping water level in 1945, when the 
air lift in the South Well was operating, was 56 ft. 
When the air lifts in this well and the South 
Well were repaired in 1945, the combined p r o -
duction of the two wells was increased from 65 
to 120 gpm. 
In 1947, the well was reported to produce 36 
gpm. The well was treated with chlorinated lime 
and muriatic acid by the village on Jan. 28, 1947. 
Following the treatment, the production was r e -
ported to have been increased about 10%. 
In Feb., 1947, the non-pumping water level 
was reported to be 51 ft. below the top of the well. 
Analysis of a sample (Lab. No. 114,991) col-
lected June 12, 1948 after 4 1/2-hr. pumping 
showed the water from Well No. 2 to have a hard-
ness of 15.8 gr. per gal., a residue of 549 ppm., 
and an iron content of 2.5 ppm. Methane gas has 
been reported to be present at these wells. 
Well No. 3 was completed at a depth of 165 
ft. on June 1, 1948 by Harry Cramer, Westville, 
and located 125 ft. northeast of Well No. 1 and 90 
ft. east of Well No. 2. The well was reported to 
be cased with 10-in.pipe to 107 ft. below which an 
8-in.pipe was installed. The pipe was perforated 
opposite a water-bearing sand and gravel vein 
from 107 to 124 1/2 ft. 
The pumping equipment includes an air lift with 
160 ft. of 1 1/4-in. air pipe and 3-in. eductor pipe. 
The well was placed in service June 3, 1948 and is 
estimated to yield at a rate of 80 gpm. 
The combined yield rate of all three wells is 
estimated at 150 gpm. 
Analysis of a sample (Lab. No. 114,993) col-
lected June 12, 1948 after 4 1/2-hr. pumping 
showed this water to have a hardness of 16.3 gr. 
per gal., a residue of 532 ppm., and an iron con-
tent of 6.0 ppm. 
From June 5, 1947 to June 5, 1948 metered 
pumpage averaged 50,480 gpd. 
LABORATORY NO. 114,991 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed in 1894 
by the village of Cissna Park (582). 
Water was first obtained from a flowing well 
developed at the water works near the center of 
town. The well was 5 in. in diameter and 150 ft. 
deep. The top of the well was in the bottom of a 
brick collecting reservoir 15 ft. in diameter and 
11 ft. deep below a ground surface elevation of 
682± ft. 
This well is maintained as an auxiliary sup-
ply unit. On Nov. 13, 1948 the free flow to the 
collecting reservoi rs was measured 15 gpm. 
In 1906, a second flowing well 5 in. in d i -
ameter was drilled to a depth of 237 ft. and lo -
cated 20 ft. west of the first well. In 1922 the flow 
was less than 1 gpm. This well has been capped 
with concrete. 
In 1920, a 3-in. flowing well was drilled to a 
depth of 171 ft., to supply a privately-owned 
swimming pool. The flow rate was 25 gpm. The 
free flow ceased about 1938. The well is capped 
about 3 ft. below the surface and the pool has 
been filled in. 
In 1921, a well was drilled to a depth of 239 
ft. and located 1 1/2 ft. west of 237-ft. well. The 
well was cased with 4-in. pipe to the bottom. The 
lower length of casing was perforated and the 
bottom left open. Water-bearing formations were 
encountered at 40 and 145 ft. and a sand and 
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gravel formation was encountered at the bottom, 
from which water was obtained. This well flowed 
to the large reservoi r , but the flow has decreased 
to a tr ickel . The well is to be abandoned. 
In May 1922, water for the public supply was 
obtained from the 150 and 239-ft. wells, drilled 
in 1894 and 1921, respectively. The total yield 
for both wells, at that time, was estimated to be 
from 50 to 63 gpm. In Jan. 1944, the entire sup-
ply was obtained from the well drilled in 1894, 
the other well, 239 ft. deep, having become clogged 
with sand. 
In Sept. 1944, a well was drilled to a depth of 
163 ft. by L. F. Swanson, Gibson, and located in 
the southwest part of town, along Pigeon Creek, 
(or approximately 1000 ft. N. and 700 ft. E. of the 
S. W. corner of Section 1, T. 34 N., R. 14 W.). 
The ground elevation is 674± ft. 
The well was cased with 150 ft. of 6-in. pipe 
and 13 ft. of copper screen. The top of the casing 
was 40 in. above ground level. 
When completed, a production test was made 
by the dri l ler who reported a yield of 200 gpm. 
with a drawdown of 26 ft. from a static level of 
3 in. below the top of the casing. When the pump 
has been idle for an hour, water still flows from 
a small pipe outlet, installed in the casing about 
1 ft. below the pump base. 
The pumping assembly, installed in 1944, 
Sample-study log of well drilled in 1944 furnished by the State Geological Survey: 
2 '- Cissna Park 
consists of 30 ft. of 4-in. column pipe; 6-in., 11-
stage Fairbanks-Morse turbine pump, No. SW 
37187, rated at 150 gpm.; the overall length of 
the pump is 10 ft.; 10 ft. of 4-in. suction pipe; 
5-hp. 1450 rpm. Fairbanks-Morse electric motor. 
This well is the principal source of supply. 
Analysis of a sample (Lab. No. 116,411) col-
lected Nov. 13, 1948 after 20-minutes pumping, 
showed this water to have a hardness of 21.7 gr. 
per gal., a residue of 430 ppm., and an iron con-
tent of 0.7 ppm. 
Pumpage is estimated to average 65,000 gpd. 
LABORATORY NO. 116,411 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed under 
private ownership of the A. T. Mcintosh Co. in 
1923. It was operated by the Clarendon Hills 
Water Co. until June 25, 1936when it was acquired 
by the village of Clarendon Hills (1281). 
The initial supply was obtained from a well 
drilled to a depth of 875 ft. by F. M. Gray, J r . , 
Milwaukee, and located about 25 ft. south of Bur -
lington Ave. and 185 ft. east of Gilbert Ave. (ap-
proximately 2570 ft. N. and 800 ft. W. of the S. E. 
corner of Section 10, T. 38 N., R. 11 E.) . The 
elevation of the ground surface is 730+ ft. 
The well was reported to be cased with 8-in. 
pipe from the surface to rock at a depth of 140 ft. 
and with 202 ft. of 6-in. liner through the shale. A 
24-hr. production test made upon the completion 
of the well indicated a yield of 70 gpm. 
In 1932 when pumping at 75 gpm. the draw-
down was 270 ft. from a non-pumping water level 
of 95 ft. below the pump base. The normal rate 
of production was reported to be 60 gpm. when op-
erating the pump 10 hr . a day. The well was 
abandoned as a source of supply sometime after 
1932, and was capped and sealed at the time the 
municipal building was constructed at the well-
site. 
Well No. 2 was drilled to a depth of 250 ft. by 
Henry Boysen, Jr . , Libertyville, in 1932 and lo-
cated about 100 ft. west of the older well. It is 
cased with 12-in. id. casing from the surface to 
a depth of 145 ft., penetrating 5 ft. of rock, fol-
lowed by a 12-in. hole in limestone to the bottom. 
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A test made upon the completion of the well 
by pumping with a plunger pump indicated a p ro -
duction of 150 gpm. with a drawdown of 11 1/2 ft. 
from a non-pumping water level of 95 ft. below 
the pump base . 
Water levels observed periodically during 
1938 show a non-pumping level of 97 ft. and a 
pumping level of 106 ft. 
On May 19, 1947 after 2-hr. pumping at 300 
gpm., the water level was 117 ft. and the non-
pumping level, following 30 min. of idle period, 
was 113 ft. 
The existing pump installation made on Oct. 
25, 1945 is: 146 ft. 7 in. of 6-in. column pipe; 
8-in., 4-stage Layne turbine pump, No. 6379 
which delivers at a rate of 300 gpm. against 130 
ft. of head; the overall length of the pump is 3 ft. 
4 in.; 12 ft. 11 in. of 6-in. suction pipe, 160 ft. of 
1/4-in. gi. air line; 20-hp. Fairbanks-Morse 
electric motor. 
Analysis of a sample (Lab. No. 110,351) col-
lected May 19., 1947 after 2-hr . pumping at 300 
gpm. shows this water to have a hardness of 32.3 
gr. per gal., a residue of 687 ppm., and an iron 
content of 1.5 ppm. 
A third well was drilled to a depth of 354 ft. 
by Layne-Western Co., Chicago, in April-May 
1945 and located about 30 ft. north of Sheridan 
Ave. and 65 ft. east of Ann St. (approximately 
650 ft. N. and 2225 ft. E. of the S. W. corner of 
Section 11). The elevation of the ground surface 
Dr i l le r ' s log of Well No. 1 correlated by State Geological Survey: 
2 - Clarendon Hills 
LABORATORY NO. 110,351 
is 730± ft. 
The well was cased from the surface to a 
depth of 127 ft. with 12-in. pipe below which the 
hole was 12-in. diameter to the bottom. Water 
bearing creviced formations were encountered 
between depths of 170 and 210 ft., 255 and 280 ft., 
and 300 and 345 ft. A production test was made 
on May 19, 1945. After pumping for 9 3/4 h r . at 
385 gpm. the drawdown was 12.2 ft. from a non-
pumping water level of 91.3 ft. below the top of 
the casing. 
The existing pump installation, made July 8, 
1945, is : 150 ft. of 6-in. column pipe; 8-in., 8-
stage Layne turbine pump, No. 15022, having an 
overall length of 5 ft. 4 in. and a rated capacity of 
300 gpm. against 230 ft. of head; 50 ft. of 6-in. suc-
tion pipe; 160 ft. of 1/4-in. galvanized iron air 
line; 30-hp. General Electric motor. 
This well serves only as an auxiliary supply 
unit. It is seldom used because the water is un-
treated. 
In 1933 much trouble was caused by the growth 
of crenothrix in the mains which had been stimu-
lated by the high iron content of the water. A 
treating plant was constructed and the water 
treated for iron removal and zeolite softened. 
Analysis of a sample (Lab. No. 110,888) col-
lected May 19, 1947, shows the treated water to 
have a hardness of 2.1 gr. per gal. , a mineral 
content of 673 ppm., and an iron content of 0.1 
ppm. 
A 3-year record of metered pumpage for the 
period of Aug. 1, 1942 to Aug. 1, 1945 indicates 
an average of 97,400 gpd. which var ies from a 
winter minimum average of 87,700 gpd. to a sum-
mer maximum average of 120,000 gpd. 
LABORATORY NO. 110,888 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
village of Clifton (580) before 1897. Water was 
obtained from a well, 117 ft. deep. About 1897 the 
water works plant was partly destroyed by fire 
and the remainder was torn down later . 
The public water supply was put back in op-
eration in 1943. A well was drilled to a depth of 
137 ft. in 1941 by Hayes and Sims, Champaign, and 
located at the northwest corner of F i r s t St. and 
Third Ave. (or approximately 2200 ft. N. and 2440 
ft. W. of the S.E. corner of Section 3 ,T . 28 N., R. 
14 W.). The ground elevation is 660± ft. 
The well was cased with 6-in. pipe from the 
surface to 96 ft. 
A production test was made by the State Water 
Survey on Aug. 28, 1941. For tes t pumping, the 
dri l ler furnished a lift-type pump with 4-in. drop 
pipe and plunger. The pump was operated from the 
dril l rig motor. Before the test, the static water 
level was 24 1/2 ft. After 2-hr. pumping at 25 
gpm. the drawdown was 2 1/4 ft., and, after an ad-
ditional 3-hr. pumping at 46 gpm., the drawdown 
was 3 3/4 ft. Recovery to a 24 1/2-ft. water level 
was instantaneous. On Nov. 28, 1945, the non-
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pumping water level was 26 ft. On Nov. 4, 1948, 
the non-pumping water level was 26 1/2 ft. below 
the pump base and after 25-minutes pumping at 
an estimated rate of 50 gpm., the drawdown was 
1 1/2 ft. 
The pumping assembly, installed in 1943, con-
sists of 40 ft. of 4-in. id. column pipe; 6-in. Am-
erican Well Works oil-lubricated turbine pump, 
No. 65373 rated at 50 gpm. at 1740 rpm.; 40 ft. 
of air line; 1 1/2-hp. 1800 rpm. U. S. electric 
motor. 
Analysis of a sample (Lab. No. 116,365) col-
lected Nov. 14, 1948 after 20-minutes pumping 
showed this water to have a hardness of 26.0 gr. 
per gal., a mineral content of 664 ppm.; and an 
iron content of 0.8 ppm. 
The water is aerated and filtered for iron 
removal. Analysis of a sample (Lab. No. 116,351) 
collected Nov. 4, 1948 showed the treated water 
to have a hardness of 26.0 g r .pe r gal., a mineral 
content of 567 ppm., and an iron content of 0.1 
ppm. 
Pumpage is estimated to average 20,000 gpd. 
Sample-study log of Well No. 1 furnished by the State Geological Survey: 
LABORATORY NO. 116,365 
I l l inois Sta te Water Survey - Bul le t in No. 40 
A public w a t e r supply was in s t a l l ed by the ci ty 
of Cl inton (6331) in 1888. 
Water was obtained o r ig ina l ly f r o m w e l l s , 
about 100 ft. in depth and loca ted n e a r Salt C r e e k , 
3 mi l e s south of town. In 1906, due to the i n a d e q u a -
cy of that supply, a new s o u r c e was developed in 
the south p a r t of town n e a r the pumping s ta t ion . 
T h e r e w e r e 4 we l l s in t h i s g r o u p , 2 of which w e r e 
65 ft. deep and w e r e 4 and 6 in . in d i a m e t e r . The 
o ther 2 we l l s w e r e 285 ft. d e e p , with d i a m e t e r s 
of 6 and 8 in . At t i m e s it was n e c e s s a r y to d raw 
w a t e r f rom Sal t C r e e k to supp lemen t the well 
supply. Th i s method of supplying Clinton with 
w a t e r continued unti l about 1911 when work on 
en la rg ing the pumping s ta t ion was s t a r t e d . C o n s -
tant i n c r e a s e in demand for w a t e r made i t n e c e s -
s a r y t o d r i l l addi t ional w e l l s . 
Well No. 1, E a s t Well , was d r i l l ed in 1913 by 
I r a De Ment , Ha l l sv i l l e , and located in the sou th -
e a s t c o r n e r of the pumping s ta t ion bui lding (or 
a p p r o x i m a t e l y 2240 ft. N. and 1460 ft. W. of the 
S. E. c o r n e r of Sect ion 34, T. 20 N. , R. 2 .E . ) . 
Well No. 1 is 12 in . in d i a m e t e r and 3 27 ft. deep 
f rom a ground sur face e l eva t ion of 730t ft. The 
wel l was equipped with an 8- in . b r a s s s c r e e n . 
The pumping equ ipment c o n s i s t s of 180 ft. of 
5- in . co lumn pipe; 9 5 / l 6 - i n . 4 - s t a g e P e e r l e s s 
oil l ub r i ca t ed tu rb ine pump , No. 8031 , r a t e d a t 
250 gpm. aga ins t 150 ft. of head; the o v e r a l l 
length of the pump is 3 ft. 2 1/4 in . ; 180 ft. of 
a i r l ine ; 15 -hp . , 1765 r p m . wes t inghouse e l e c t r i c 
m o t o r . 
In May 1923, the non-pumping w a t e r level was 
121 ft. below the su r face and when pumping with 
a i r lift equ ipment at 386 gpm. the drawdown was 
17 ft. In July 1938, when pumping with the t u r -
bine unit at 250 gpm., the drawdown was 20 ft. 
f r o m a wa te r level of 150 ft. In Oct . 1941, after 
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the wel l had b e e n t r e a t e d with 40 to 50 lb . of 
c h l o r i n e , the pumping r a t e was i n c r e a s e d to 247 
gpm. f rom a r a t e of 130 gpm. p r i o r to the t r e a t -
men t . On Apr , 3 , 1948 while pumping at an e s t i -
m a t e d r a t e o f 160 gpm. the w a t e r l eve l w a s r e -
po r t ed to be 129 ft. 
Ana lys i s of a s amp le (Lab . No. 108,365) c o l -
lected Nov. 26, 1946 while pumping at 200 gpm. 
showed th i s wa te r to have a h a r d n e s s of 17.5 g r . 
pe r ga l . , a to ta l m i n e r a l content of 526 p p m . , and 
an i r o n content of 1.8 ppm. 
Well No. 2 was d r i l l ed in 1914 to a depth of 
358 ft. by O m e r K e r s e y , Bedford , Ind. , and l o -
cated 70 ft. w e s t and 20 ft. south of Well No. 1. 
The wel l was c a s e d with 12- in . pipe and w i t h 8 - i n . 
b r a s s s c r e e n . 
Well No. 2 is equipped with 170 ft. of 5- in . 
column pipe; 9 5 / l 6 - i n . , 4 - s t a g e P e e r l e s s oi l l u -
b r i c a t e d tu rb ine p u m p , No. 8032, r a t e d a t 250 
gpm. aga ins t 150 ft. of head and having an o v e r -
a l l length of 3 ft. 2 1/4 in . ; 192 ft. of 1/4-ihV a i r 
l ine; 20 ft. of 5 - in . suct ion p ipe; 15 -hp . , 1765 r p m . 
West inghouse e l e c t r i c m o t o r . 
In Oct . 1941, af ter the wel l had been t r e a t e d 
with 40 to 50 lb . of ch lo r i ne , the pumping r a t e 
was i n c r e a s e d to 267 gpm. f rom a r a t e of 160 gpm. 
p r i o r to the t r e a t m e n t . 
Well No. 3 was d r i l l ed in 1923 to a depth of 
360 ft. by M. E b e r t and Son, Washington, and l o -
ca ted 155 ft. w e s t and 40 ft. no r th of Well No. 1. 
The wel l was c a s e d with 12- in . pipe to 340 ft. and 
with 20 ft. of i r o n pipe s c r e e n , pe r fo ra t ed with 
1 / 4 - i n . h o i e s . 
The pump a s s e m b l y c o n s i s t s of 150 ft. of 7-
in . co lumn pipe; 9 1 /2- in . , 5 - s t a g e P e e r l e s s t u r -
b ine pump , No. 8033, r a t e d a t 500 gpm. aga in s t 
LABORATORY NO. 115,703 
2 - Clinton 
150 ft. of head; overall length of pump is 4 ft. 
4 3 / l6 in.; 174 ft. 10 in. of 1/4-in. gi. air line; 
21.75 ft. of 6-in. suction pipe; 30-hp. Westinghouse 
electric motor. 
In Oct. 1941, after the well had been treated 
with 40 to 50 lb. of chlorine, the pumping rate 
was increased to 460 gpm. from a rate of 350 
gpm. prior to the treatment. On Feb. 19, 1946, 
the non-pumping water level in Wells 1, 2 and 3 
was reported to be about 118 ft. below the ground 
surface. In Apr. 1948, the pumps in Wells 1, 2, 
and 3 were operated continuously, except for short 
periods at night. On Aug. 26, 1948 when pumping 
at an estimated rate of 250 gpm. the water level 
in Well No. 3 was 148 ft. below the pump base. 
The pumps in Wells No. 1, 2, and 5 were operat-
ing at the t ime. 
Well No. 3 is in service about 22 h r . daily. 
Analysis of a sample (Lab. No. 115,703) collected 
Aug. 26, 1948 after 5-hr. pumping, showed this 
water to have a hardness of 18.3 gr. per gal., a 
residue of 510 ppm., and an iron content of 0.5 
ppm. Methane gas is present in the water from 
these wells in a concentration of 7.5 cu. ft. per 
1000 gal. 
All water is aerated. 
Well No. 4, formerly one of the old 8-in. wells 
drilled in 1906, was rehabilitated in 1940 by in-
stalling a 6-in. screen and casing inside the old 
8-in. casing. The well was equipped with a 4-in. 
pump, rated at 230 gpm. and set at 140 ft. 
In Oct. 1941, after the well had been treated 
with 40 to 50 lb. of chlorine, the pumping rate was 
increased to 220 gpm. from a ra te of 180 gpm. 
prior to the treatment. An attempt was made in 
1946 to salvage the screen but it became lodged 
in the well and nothing more was done to the well. 
Old Well No. 4 has been abandoned. 
Well No. 5 was completed in Jan. 1946, at a 
depth of 361 ft. by Layne-Western Co., Chicago, 
and located 250 ft. west of Quincy St. extended, 
and 50 ft. north of the Illinois Central R. R. 
switch line (or approximately 2320 ft. N. and 
1940 ft. W. of the S. E. corner of Section 34.). 
The ground surface elevation is 725± ft. 
The well was cased as follows: 26-in. od. 
outer casing from the ground surface to 312 ft.; 
14-in. od. inner casing from the ground surface 
to 211 1/2 ft.; 12-in. id. pipe from 211 1/2 ft. to 
321 ft. 1 in.; 12-in. Layne shutter Armco-iron 
screen, with No. 80 slot openings, from 321 to 
361 ft. About 30 cu. yd. of gravel was placed in 
the annular space outside of the screen and be -
tween the inner and outer casings. 
When the well was finished in Jan. 1946 the 
dr i l lers reported the water level to be 119 ft. and 
after 7-hr. pumping at 410 gpm. the drawdown was 
19 ft. Due to cr i t ical need for the well to be in 
service, a temporary pump of unrecorded capa-
city was installed with 170-ft. setting. After 6 
months the production had declined and after r e -
moving the pump, the well was surged and a 
quantity of sand was removed. 
The permanent pump was installed July 26, 
1946, with a setting of 150 ft. The pump was in 
service until Oct. 1947, at which time the pump 
was breaking suction. The well was surged and 
the pump rese t at 195 ft. During the surging, 
Sample-study log of Well No. 5 furnished by the State Geological Survey: 
about 2 cu . ft. of sand was ba i l ed out and the 
g r a v e l pack dropped about 25 ft., equ iva len t to a 
volume of 60 cu . ft. After t h i s w o r k , the pump 
w a s r e s t o r e d in the wel l and , when pumping a t 
500 gpm. the drawdown was 46 ft. f rom a w a t e r 
l eve l of 124 ft. When pumping at 575 gpm. the 
d rawdown was 53 ft. On Nov. 10, 1947 the p u m p -
ing leve l was r e p o r t e d to be 190 ft. or 13 ft. lower 
than on the p r e v i o u s Oct . d a t e . 
On A p r . 3 , 1948, a r r a n g e m e n t s w e r e m a d e to 
pour 2500 ga l . of 15% h y d r o c h l o r i c acid into the 
w e l l . Before the acid t r e a t m e n t , a p roduc t ion t e s t 
w a s m a d e by the State Water Su rvey . Water was 
pumped for 40 m i n u t e s at a r a t e of 136 gpm. with 
a d rawdown of 66 ft. f r o m a non-pumping w a t e r 
l eve l of 121 ft. Soon af ter the in t roduc t ion of 
the ac id into the we l l , two violent r e a c t i o n s o c -
c u r r e d . W a t e r , a c id , and foam squ i r t ed th rough 
openings in the pump b a s e . The pump was not 
ope ra t ing at the t i m e . A s a m p l e of w a t e r c o l -
l ec ted s h o r t l y after the acid t r e a t m e n t was c o m -
ple ted showed some v e r y fine sand a l m o s t r e -
sembl ing mud . 
Befo re ac id iz ing , the top of the g r a v e l pack 
w a s 31 ft. 3 in . be low the pump b a s e , and af ter 
ac id iz ing w a s 36 ft. 8 in . be low the b a s e . The 
p u m p s in Wel l s 1, 2, and 3 w e r e o p e r a t e d c o n -
t inuous ly dur ing the p roduc t ion t e s t s , excep t tha t 
the pump in Well No. 3 w a s shut down while the 
ac id was in Well No. 5 . 
After c leaning out the we l l , a p roduc t ion t e s t 
w a s m a d e by the State Water S u r v e y . At the 
s t a r t of the t e s t , whi le pumping a t 260 gpm. the 
d rawdown w a s 26 ft. f r o m a w a t e r l eve l of 121 ft. 
After 4 - h r . pumping a t r a t e s g r a d u a l l y a c c e l e r -
a ted f r o m 260 to 508 g p m . the final d rawdown 
was 58 ft. 
After the acid t r e a t m e n t , the pumping l e v e l , 
dur ing r e g u l a r o p e r a t i o n , w a s m a i n t a i n e d a t 15 
lb . p r e s s u r e above the b o t t o m of the a i r l ine . 
Within 2 m o n t h s the pumping l eve l d ropped off to 
about 9 lb . On a Sunday, the wel l w a s t r e a t e d 
with c h l o r i n e and Calgon, with pe r iod i c s u r g i n g , 
af ter which the pumping l eve l w a s 121b. The fo l -
lowing Sunday a 50% g r e a t e r dose of the s a m e 
t r e a t m e n t was applied and the pumping l eve l 
r a i s e d to 14 1/2 lb . p r e s s u r e above the bo t t om of 
the a i r l i n e . 
On Aug. 26, 1948, a f te r 5 - h r . pumping at an 
e s t i m a t e d r a t e of 500 g p m . , the w a t e r l eve l was 
170 ft. be low the pump b a s e . 
The pumping equ ipmen t c o n s i s t s of 190 ft. of 
Cl inton - 3 
8- in . co lumn p ipe ; 10- in . , 4 - s t a g e Layne tu rb ine 
p u m p , No. 15772, r a t e d a t 650 gpm. ; the o v e r a l l 
length of the pump is 4 ft. 3 in . ; 195 1/2 ft. of a i r 
l ine ; 10 ft. of 8-in. suc t ion p ipe ; 4 0 - h p . U. S. 
e l e c t r i c m o t o r . 
A n a l y s i s of a s a m p l e (Lab . No. 114,041) c o l -
lec ted A p r . 4 , 1948 af ter 4 - h r . pumping a t 508 
gpm. showed t h i s wa te r to have a h a r d n e s s of 
19.7 g r . p e r ga l . , a m i n e r a l content of 555 p p m . , 
and an i r o n content of 1.9 p p m . 
Well No. 5 is in s e r v i c e for p e r i o d s of 22 h r . 
da i ly . 
In an effort to supp lemen t the c i t y ' s wa te r s u p -
p ly , 2 t e s t we l l s have b e e n d r i l l e d . 
T e s t Well No. 1 was comple t ed to a depth of 
336 ft. in May 1948 by L a y n e - W e s t e r n C o . and 
located 1500 ft. n o r t h w e s t of Well No. 1, (or a p -
p r o x i m a t e l y 2570 ft. N. and 2500 ft. E. of the S. W. 
c o r n e r of Sect ion 34). The wel l w a s f inished in 
60 ft. of sand and g r a v e l , and w a s c a s e d with 6- in . 
pipe f r o m the su r face to 316 ft. and with 22 ft. 7 
in . of 5 - in . Johnson E v e r d u r s c r e e n , having 20 ft. 
of exposed length and having No . 20 s lot open ings . 
A p roduc t ion t e s t w a s a t t e m p t e d by the State 
Wate r Survey on May 28 , 1948. B e c a u s e the t e s t -
we l l had not been c o m p l e t e l y developed , no s i g -
nif icant a m o u n t of w a t e r could be pumped . I t i s 
e s t i m a t e d that 150,000 ga l . of w a t e r w e r e pumped 
into the wel l at a r a t e of 200 gpm. unde r p r e s s u r e 
of 60 to 70 p s i . The fo rma t ion did not take i t . 
A second t e s t we l l , now ca l l ed Well No. 4, 
w a s d r i l l ed in July 1948 to a depth of 345 ft. by 
L a y n e - W e s t e r n Co . at a loca t ion 80 ft. n o r t h of 
the old abandoned wel l No. 4 and 25 ft. n o r t h e a s t 
of Well No. 6, (or a p p r o x i m a t e l y 2200 ft. N. and 
1150 ft. W. of the S . E . c o r n e r of Sect ion 34). The 
ground su r face e l eva t ion is 702t ft. or 23 ft. lower 
t han a t Well No. 5 . 
The t e s t wel l was c a s e d wi th 6- in . pipe f r o m 
the su r face to 308 ft. and with 22 ft. 10 in . of 5 - in . 
Johnson E v e r d u r s c r e e n , with 20 ft. exposed 
length . The No. 20 s lo t openings in the s c r e e n w e r e 
e n l a r g e d to 3 /32 in . Below the s c r e e n , the hole 
was back filled with g r a v e l . 
A p roduc t ion t e s t was m a d e by the State Wa-
t e r Su rvey on July 15, 1948. F o r t e s t p u r p o s e s , 
a 5- in . A m e r i c a n Well Works t u rb ine p u m p , r a t e d 
at 250 g p m . , at 150 ft. head w a s a t t ached to 180 
ft. of 4 - i n . co lumn p ipe ; a 15-hp . , 3600 r p m . U. S. 
e l e c t r i c m o t o r furn ished the p o w e r . Before the 
4 - Clinton 
test the water level was 100 1/2 ft. below the 
pump base and after 4-hr . pumping at ra tes in-
creasing from 107 to 204 gpm., the drawdown was 
25 ft. Ten minutes after stopping the pump, the 
water level had returned to the starting level. 
This well is being maintained for service as 
permanent Well No. 4. The pumping equipment, 
installed July 15, 1948, is still in place. 
Well No. 6 was completed to a depth of 345 ft. 
in Oct. 1948, by Layne-Western Co. and is lo-
cated 22 1/2 ft. west of permanent Well No. 4. A 
32-in. diameter hole was drilled to a depth of 305 
ft. and a 26-in. outer casing was set from the 
surface to 305 ft. with the annular space outside 
the casing filled with drill cuttings, soil and clay. 
The inner casing consists of 197 ft. of 14-in. 
casing and 108 ft. of 12-in. casing swedged to-
gether at a depth of 197 ft. Forty feet of 12-in. 
Layne shutter screen was attached to the bottom 
of the 12-in. casing, with the bottom of the screen 
at 345 ft. below ground level. The lower 5 ft. of 
screen was cone-shaped with the bottom 24 in. in 
diameter. The annular space between the casings 
and outside the screen was filled with selected 
gravel. 
A production test was made onOct. 14 and 1,6, 
1948, using State Water Survey calibrated measur -
ing equipment. On Oct. 14th, before the test was 
started, the, water level in Well No. 6 was 104 ft. 
below the top of the casing. The pump in Well 
No. 4 was being operated at the time and the wa-
ter level in Well No. 4 was 125 ft. below the top 
of the casing. After 4 1/2-hr. pumping in Well 
No. 6 (with pumping from Well No. 4 at 200 gpm.) 
the drawdown in Well No. 6 was 29.0 ft. (the added 
drawdown in Well No. 4 was 1.0 ft.) and after a 
total of 8-hr. pumping in Well No. 6 at a final 
pumping rate of 585 gpm. the drawdown in Well 
No. 6 was 24.4 ft. (the added drawdown in Well No. 
4 was 3.0 ft.) 
The temporary test-pump equipment used on 
Oct. 14th, included a 5-stage turbine with the top 
set at 170 ft. For the test on Oct. 16th the pump 
was reduced from 5 stages to 2 stages and the 
top of the pump set at 150 ft. in an attempt to get 
higher engine speed and greater pump capacity. 
Before starting the test on Oct. 16th the wa-
ter level in Well No. 6 was 102 ft. (Pump in Well 
No. 4 running continuously). The pumping rate in 
Well No. 6 was started at 590 gpm. and gradually 
increased. After 3 1/2-hr. pumping at a final 
rate of 805 gpm. the drawdown was 23.6 ft. (the 
added drawdown in Well No. 4 was 5.5 ft.) Pump-
ing was then gradually reduced in Well No. 6 and 
after 1 1/2-hr. at a final rate of 610 gpm. the 
drawdown in Well No. 6 was 22.2 ft. (the draw-
down in Well No. 4 was 5+ ft.). Pumping was 
stopped in Well No. 6 and 12 minutes later the 
water level was 106 ft. 
Analysis of a sample (Lab. No. 116,186) col-
lected Oct. 14, 1948 after 8-hr. pumping at 585 
gpm. showed the water in Well No. 6 to have a 
hardness of 20.0 gr. per gal., a residue of 543 
ppm. and an iron content of 8.5 ppm. The turbid-
ity at this time was 100 ppm. 
From July 17, 1947 to July 19, 1948 metered 
pumpage for the city of Clinton averaged 859,000 
gpd. of which 128,000 gpd. was used by Goodyear 
Footwear Plant, Illinois Central R. R. and Beatrice 
Foods Co. 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
village of Coal City (1852) about 1892. The plant 
was operated by the Public Service Co. of North-
ern Illinois from 1910 - 1921 but has since been 
municipally operated. 
Water was first obtained from a well drilled 
about 1892byGray Brothers , Chicago, and was lo-
cated near present Well No. 1 near the city hall 
and adjacent to the railroad t racks . The well 
was 350 ft. deep below a surface elevation of 565± 
ft. The hole and casing record is given in Table 
1. 
The 4-in. casing was directly connected to the 
well section. 
When the well was completed, the free flow 
was sufficient to make pumping unnecessary. 
About 1894, a Knowles 14-in. by 7-in. by 12-in. 
duplex steam pump was installed. In 1910 the 
well was equipped with an 8 1/4-in. by 10-in. 
Gould triplex pump rated at 500,000 gpd. and 
gear-connected to a 30-hp. Westinghouse electric 
motor. 
In 1914 the non-pumping water level was 32 ft. 
and in 1919, 33 ft. below the ground surface. 
Analysis of a sample (Lab. No. 53080) col-
lected Jan. 15, 1925 after the pump had operated 
for several h r . , showed the water to have a hard-
ness of 28.7 gr. per gal., a residue of 1191 ppm., 
and an iron content of 2.8 ppm. 
About 1926 this well was abandoned and was 
plugged. 
In 1925, C. S. Cumming, Gardner, drilled a 
well about 8 ft. from the old well, (approximately 
2275 ft. S. and 75 ft. E. of the N. W. corner of 
COAL CITY 
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Sect ion2,T.32 N., R. 8 E.). The new well, known 
as Well No. 1 was drilled to a depth of 265 ft. and 
reported to be cased with 12-in. pipe from the 
surface to 40 ft. and 10-in. pipe from the surface 
to 190 ft. A 6-in. liner was set at 256 ft., the 
length of the liner was about 6 ft. 
In 1927 it was reported that when pumping at 
300 gpm. the drawdown was 2 ft. from a non-
pumping level of 50 ft. In 1937 the W. L. Thorne 
Co., Des Plaines, reamed the well, after which 
the hole and casing records were as given in 
Table 2. 
The annular space between the 2 casings was 
filled with cement. 
In 1945 it was reported that the pumping water 
level was 142 ft. 
The well is temporari ly out of service. The 
10-in., 4-stage American Well Works turbine 
pump, No. 61710, having a rated capacity of 425 
gpm. against 197 1/2 ft. of head, and the 30-hp. 
U. S. electric motor were removed about June 1, 
1947, and are to be replaced by a new turbine 
pump and some new column sections now on 
order . The installation when completed will con-
sist of 160 ft. of 7-in. column pipe (2 new 5-ft. 
sections of heavy b ras s pipe to be. placed im-
mediately above the bowls, and 5 new 10-ft. sec-
tions of 6-in. gwi, column pipe); 11 1/2-in. 4-
stage (all bronze bowls and stainless steel shaft) 
American Well Works turbine pump having a 
rated capacity of 500 gpm. against 240 ft. of head 
at 1750 rpm.; the length of the pump is 4 ft. 
5 11/16 in.; 160 ft. of 1/4-in. b ra s s pipe air line; 
30 ft. of 8-in. suction pipe; 30-hp. United States 
electric motor. 
The pump change was necessitated by the 
TABLE 1 
Hole Record 
Pit from surface to 30 ft. 
8-in. from 30 to 350 ft. 
Casing Record 
7-in. from surface to about 285 ft. 
4-in. from surface 
TABLE 2 
Hole Record 
30-in. from surface to 30 ft. 
20-in. from 30 to 214 ft. 
10-in. from 214 to 260 ft. 
Casing Record 
20-in. from surface to 214 ft. 
10-in. from surface to 214 ft. 
2 - Coal City 
LABORATORY NO. 112,574 
e r e c t i o n of a new 100,000 gal . capac i ty e leva ted 
s t ee l s t o r a g e tank on the s i te which r e q u i r e s a 
pump p r e s s u r e of 53 p s i . to fill the tank. 
About Oct . 1, 1947 the d i s tance to wa te r was 
117 ft. below the pump b a s e a f te r the well had 
b e e n idle 4 m o n t h s and Wel l No. 3 located about 
30 ft. e a s t was not in o p e r a t i o n . 
Well No. 2 (South side) w a s d r i l l ed in 1929 to 
a depth of 129 ft. by C. S. Cumming and loca ted 
about 40 ft. no r th of the south c o r p o r a t e l im i t s and 
90 ft. e a s t of the cen te r line of the Chicago & Alton 
R. R. (or a p p r o x i m a t e l y 40 ft. N. and 1250 ft. E. 
of the S. W. c o r n e r of Sec t ion 2). The e leva t ion 
of the top of the cas ing is 571± ft. 
Cas ing R e c o r d 
16- in . wi . f rom the sur face to 12 ft. 
12-in. wi . f rom the su r face to 33 ft. 
12-in. hole f rom 33 to 129 ft. 
The following pump ins t a l l a t ion , made in Apr . 
1930, is in s e r v i c e : 100 ft. of 6 - in . d rop pipe; 
s ing le -ac t ing Deming p lunger pump , F i g . 1062, 
S e r i a l No. 33408, having a 5 1/2-in. cyl inder and 
18- in . s t roke with bo t tom of suct ion at 120 ft.; 
7 1/2-hp. West inghouse e l e c t r i c moto r r a t ed at 
1160 r p m . The t h e o r e t i c a l d i s p l a c e m e n t of the 
pump, when o p e r a t e d at a speed of 27 s p m . , is 
about 50 g p m . , which is g r e a t e r than the p r e s e n t 
product ive capac i ty of the wel l e s t i m a t e d to be 
25 gpm. 
The pump is o p e r a t e d about 10 h r . da i ly and 
furn i shes w a t e r p r inc ipa l ly to the At las Wal l 
P a p e r M i l l s . Water f rom Well No. 2 is not 
m e t e r e d . 
Ana lys i s of a s ample (Lab . No. 112,574) c o l -
lec ted Nov. 15, 1947 af ter 7 - h r . pumping at an 
e s t i m a t e d r a t e of 25 gpm. , showed th i s w a t e r to 
have a h a r d n e s s of 9.6 g r . p e r ga l . , a r e s i d u e of 
317 p p m . , and an i r o n content of 0.6 p p m . 
Well No. 3 located 30 ft. e a s t of Well No. 1, 
was d r i l l ed to a depth of 3 60 ft. by W. L. Thorne 
Co . , in 1937. The sur face e leva t ion is 565± ft. 
The hole and cas ing r e c o r d is given in Table 
3 . 
The annular space be tween the 20 - in . cas ing 
and the 12- in . cas ing was filled with c e m e n t . 
T h i s wel l is equipped with: 160 ft. of 7- in . 
T o n c a n - i r o n co lumn pipe; 4 - s t a g e , 12- in . A m e r i -
S a m p l e - s t u d y log of Well No. 3 furnished by the State Geological Survey : 
Coal City - 3 
TABLE 3 
Hole Record 
24-in. from surface to 200 ft. 
19-in. from 200 to 300 ft. 
12-in. from 300 to 360 ft. 
Casing Record 
24-in. drive pipe from surface to 30 ft. 
20-in. from surface to 200 ft. 
12-in. from surface to 213 ft. 
can Well Works turbine pump, No. 61079, rated 
at 500 gpm. against 240 ft. of head at 1750 rpm.; 
the overall length of the pump is 4ft. 5 11/16 in.; 
160 ft. of 1/4 -in. od. copper tubing air line; 30 ft. 
of 8-in. Toncan-iron suction pipe; 50-hp. U. S. 
electric motor, No. 166,773. 
In 1938 it was reported that the non-pumping 
water level was 69 ft. and when pumping at 700 
gpm. the drawdown was 42 ft. In 1945 it was r e -
ported that the pumping water level was 136 ft. 
OnNov. 15, 1947 the water level was 143 ft. after 
45-minute pumping at 700 gpm. and after a 1-hr. 
idle period the water level was 111 ft. 
Analysis of a sample (Lab. No. 112,573) col-
lected Nov. 15, 1947 after 3/4-hr . pumping at 
700 gpm., showed the water to have a hardness of 
28.6 gr. per gal., a residue of 1470 ppm., and an 
iron content of 1.2 ppm. The quality is similar to 
that obtained in 1938 and appears to be typical 
for water from the St. Peter sandstone and the 
Galena-Platteville formations in this vicinity. 
Water from Well No. 1 and 3 is metered and, 
from Nov. 14, 1946 to Nov. 14, 1947, averaged 
258,000 gpd. Water from Well No. 2 is not m e -
tered and is estimated to average 15,000 gpd. 
The total pumpage from all wells is estimated at 
273,000 gpd. 
Water is furnished to the village of Eileen. 
LABORATORY NO. 112,573 
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The source of the village of Coal Valley (243) 
water supply is a well located on Lot 1 of Block 5 
about 10 ft. south of State Highway No. 150 (or ap-
proximately 100 ft. N. and 2550 ft. E. of the S. W. 
corner of Section 26, T. 17 N., R. 1 W.). 
The well was drilled in 1902 by Mr. Bailey, 
Moline, to a depth of 375 ft. below a ground su r -
face elevation of 630± ft. An 8-in. casing extended 
from the surface to 150 ft., below which the hole 
was 6 in. in diameter . 
A plunger pump is installed with a 3 1/4-in. by 
24-in. cylinder reported to be set at 100 ft. below 
the top of the casing. The pump was originally 
operated by a one-cylinder semi-diesel engine 
COAL VALLEY 
Rock Island County 
Oct. 15, 1947 
which was replaced by a 5-hp. 1750 rpm. Westing-
house electric motor, No. 2444246. The motor is 
shaft-connected to the old engine, and the pump is 
belt-driven from the engine pulley. 
In April 1938 the non-pumping water level was 
reported to be 50 ft. below the top of the casing 
and daily pumpage averaged 1500 gal. 
Analysis of a sample (Lab. No. 112,248), col-
lected Oct. 16, 1947 after 1-hr. pumping showed 
this water to have a hardness of 11.4 gr. per 
gal., a residue of 428 ppm., and an iron content 
of 0.6 ppm. 
The water is chlorinated periodically. 
LABORATORY NO. 112,248 
Correlated d r i l l e r ' s log of Rock Island County Home well furnished by the 
State Geological Survey: 
2 - Coal Valley 
In 1947 pumpage averaged 7500 gpd. 
ROCK ISLAND COUNTY HOME 
A well was drilled at the Rock Island County 
Home, in 1940, by D. E. Edwards, West Branch, 
Iowa, and located about 1 1/2 miles southwesterly 
of Coal Valley, (or approximately 2600 ft. S. and 
800 ft. W. of the N. E. corner of Section 3, T. 16 
N., R. 1 W.). The well was drilled to a depth of 
434 ft. below a ground surface elevation of 725± 
ft. 
The well was cased with 300 ft. of 6-in. 
cast- i ron pipe, and the casing cemented at top 
andbottom. The hole was 10 in. in diameter from 
0 to 295 ft.; 8 in. from 295 to 300 ft.; and 6 in. 
from 300 to 434 ft. 
During the drilling, water was reported be -
tween depths of 275 and 295 ft., between 341 and 
360 ft. and from 415 to 434 ft. After completion 
of the well, the water level was reported to be 
168 ft. 10 in. below the top of the casing, and the 
drawdown was 21 ft. when pumping at a rate of 50 
gpm. 
Illinois State Water Survey 
The village of Cobden(1098) installed a public 
water supply in 1934. 
Water is obtained from a well drilled in 1934 
by Charles Haverstick, DeSoto, Mo., and located 
about 1200 ft. south of Ash St. and 200 ft. east of 
East St. (or approximately 1020 ft. N. and 570 ft. 
W. of the S. E. corner of Section 30, T. 11 S., 
R. 1 W.). This well was drilled to a depth of 226 
ft. below a surface elevation of 610± ft. 
The well was cased with 8-in. pipe to a depth 
of 146 ft. 3 in. with the top of the casing 1 ft. 9 
in. above the ground surface. 
The well is equipped as follows: 175 ft. of 
column pipe; 8-in., 6-stage, Cook deep-well tur-
bine, No. 1254, estimated discharge of 175 gpm; 
20 ft. of 6-in. suction pipe; 10-hp. U. S. electric 
Co. motor No. 10, operating at 1760 rpm. 
COBDEN 
Union County 
Feb. 2, 1948 
The State Water Survey made a 3 1/2-hr. pro-
duction test on June 25, 1934. The well produced 
an average of 190 gpm. with a drawdown of 14 1/2 
ft. from a non-pumping water level of 83.25 ft. 
below the ground surface. When the pump was 
pulled for repairs on Feb. 7, 1943 the distance to 
water measured 83 1/4 ft. below the pump house 
floor after 12 hr. of idle period. 
Analysis of a sample (Lab. No. 113,372) col-
lected Feb. 2, 1948 after 1/2-hr. pumping at 175 
gpm., showed the water to have a hardness of 
11.8 gr. per gal., a residue of 295 ppm., and an 
iron content of 0.1 ppm. 
All water is aerated, filtered and softened. 
The treating plant was temporarily out of 
service. 
The estimated average pumpage is 58,000 gpd. 
Sample-study log of well drilled in 1934 furnished by the State Geological Survey: 
LABORATORY'NO. 113,3 72 
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The city of Colchester (1426) installed a public 
water supply in 1935. 
Water was originally obtained from a well dug 
about 1932, and located near the northwest cor -
ner of the intersection of Lee and Fulton St. (or 
approximately 2000 ft. S. and 300 ft. E. of the 
N. W. corner of Section 18, T. 5 N., R. 3 W.). 
The ground surface elevation is 690t ft. 
The well was reported to be about 76 ft. deep 
and 6 ft. in diameter and connected with abandoned 
mine workings. 
The walls were lined with a thickness of 6-in. 
brick. 
During the construction, it was reported that 
a centrifugal pump rated at 600 gpm. was oper-
ated in the well, and that after 24-hr. pumping 
the drawdown was 50 ft. from the non-pumping 
water level of 14 ft. 
The State Water Survey made a production 
test on Oct. 10, 1935. The well was equipped with 
a 5-stage Sterling Unitype turbine, operating at 
1800 rpm. Pumping was started at 150 gpm. and 
in 8 hr . the rate declined to 133 gpm. where it r e -
mained constant with a drawdown of 16 ft. from a 
non-pumping water level of 27 ft. below the pump 
base. In July, 1941, the water level was declining 
at the rate of 1 ft. per month, and it was estimated 
that about 2 months supply remained in the work-
ing. In 1945, the well had not been used for two 
years , but the mine workings had not refilled with 
water. 
The well is used only when demand exceeds the 
supply obtained from a well drilled in 1942. 
Analysis of a sample (Lab. No. 76801), col-
lected Oct. 10, 1935, showed the water to have a 
COLCHESTER 
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hardness of 23.3 gr. per gal., a residue of 542 
ppm., and an iron content of 0.3 ppm. 
A well was drilled in 1941 by W. H. Mourning, 
Colchester and located in the southwest corner 
of the city, near the end of Lee St., (or approxi-
mately 2640 ft. S. and 850 ft. W. of the N. E. cor -
ner of Section 13, T. 5 N., R. 4 W.). This well 
was reported to have penetrated an old mine entry 
at a total depth of 62 ft. 
The well was cased with 10-in. pipe to a depth 
of 31 ft. 
The non-pumping water level was 20 ft. in 
Nov., 1940, and about 50 ft. on July 2, 1941. 
Very little water was obtained from this well. 
Amine shaft located about 800 ft. south of the 
well was then equipped with a pump but this source 
was soon abandoned. 
In 1942, a well was drilled by W. H. Mourning, 
at the " T e r r a Cotta" or "Curnow" mine, located 
about 1/2 mile northwest of the city (or approxi-
mately 2300 ft. N., and 2100 ft. E. of the S. W. 
corner of Section 7, T. 5 N., R.3 W.). The ground 
surface elevation is 660± ft. The well was drilled 
near the air shaft after the air shaft was sealed, 
and is 8 in. in diameter and approximately 91 
ft. deep. The mine area is estimated to be 15 
ac re s . 
Pumping equipment is installed as follows: 
80 ft. of 4 1/2-in. od. column pipe; 6-in., 20-stage 
Pomona MC turbine pump No. 77319, rated at 100 
gpm. against 240 ft. of head when operating at 
1760 rpm; 91 ft. of air- l ine; 18-in. length of 
strainer with bottom of strainer 87 1/2 ft. below 
top of well; 10-hp., 1760 rpm. U. S. electric mo-
tor. 
Correlated dr i l le r ' s log of well drilled in 1941 furnished by the State Geological Survey: 
2 - Colchester 
When the well was completed, the water level 
was 70 ft. In 1945, it was reported that the pump 
operated 10-12 hr . per day with an actual d i s -
charge of about 170 gpm.,and that there had been 
no lowering of the water level. In Mar., 1948, 
the non-pumping water level was 79 ft. This well 
has furnished the village supply since 1942. 
Analysis of a sample (Lab. No. 113,831), col-
lected Mar. 15, 1948, showed the water to have a 
hardness of 43.2 gr. per gal., a residue of 1132 
ppm., and an iron content of 2.3 ppm. 
The water is aerated, filtered, softened and 
chlorinated. 
Analysis of a sample (Lab. No. 113,830), 
showed the treated water to have a hardness of 
10.1 g r .per gal., a mineral content of 1172 ppm., 
and a trace of iron. 
Pumpage is estimated at 70,000 gpd. 
LABORATORY NO. 113,831 
LABORATORY NO. 113,830 
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The village of Colfax (821) installed a public 
water supply in 1910. 
Water was obtained originally from a well 
located in the center of the village. This well was 
dug to a depth of 28 ft. and drilled to a total depth 
of 54 ft. below the ground surface. The well was 
abandoned in 1912. 
In 1912, two wells were drilled and were lo-
cated 5 ft. apart , 150 ft. north of Cooper St. and 
40 ft. west of Harrison St. (or approximately 1200 
ft. S. and 40 ft. W. of the N. E. corner of Section 
3, T. 24 N., R. 5 E.). The surface elevation is 
750± ft. 
The North Well was 6 in. in diameter and 105 
ft. deep. The well was drilled to a total depth of 
340 ft., but the casing was pulled back to 105 ft. 
where a vein of water of stronger flow was en-
countered. 
The well was cased with 6-in. pipe to a depth 
of 90 ft., and a 15-ft. length of screen was placed 
at the bottom. 
In 1918, the non-pumping water level was r e -
ported to be 15 ft., and the pumping level 22 ft. 
The well was equipped with a Goulds pump, 
rated at 75 gpm., but was used only for e m e r -
gency service, and was not used after 1924. The 
well is filled with yellow clay. 
The South Well, now called Well No. 1, is 
105 ft. deep. The 10-in. casing extends to a depth 
of 90 ft., and a 15-ft. length of screen extends 
from 90 to 105 ft. 
In 1924 it was reported that the non-pumping 
water level was 20 ft. below the ground surface, 
and that the water level was not lowered by pump-
COLFAX 
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ing. The pump was operated about 5 hr . per day. 
In 1933 a broken shaft was replaced, and in 
1936, the bowl section was badly worn and r e -
placed. 
The pumping equipment installed in 1940, 
consists of 60 ft. of 6-in. column pipe; 8-in. 5-
stage Fairbanks-Morse turbine pump, having a 
rated capacity of 100 gpm. against 88 ft. of head; 
10 ft. of 6-in. suction pipe; 60 ft. of 1/4-in. gi. 
air line; 7 1/2-hp. U. S. electric motor. 
Well No. 1 is maintained for emergency sup-
ply. 
Analysis of a sample (Lab. No. 39699) col-
lected on July 6, 1918, showed the water to have 
a hardness of 18.8 gr. per gal., a residue of 739 
ppm., and an iron content of 2.7 ppm. The water 
had a pH of 6.7. Methane gas was found to be 
present in a concentration of 9.0 cu. ft. per 1000 
gal. 
Well No. 2 was drilled to a depth of 102 ft. in 
1945 by Hayes & Sims, Champaign, and was lo-
cated 150 ft. north of Well No. 1 (or approximately 
1050 ft. S. and 50 ft. W. of the N. E. corner of 
Section 3). 
The 12-in. casing extends from 8 in. above 
the ground surface to 88 ft. 4 in. below which is 
16 ft. 4 1/2 in. of Johnson Everdur screen, hav-
ing No. 25 slot openings. The screen has an ex-
posed length of 13 ft. 
A production test was made July 25, 1945 by 
the. State Water Survey. For test purposes, the 
pumping equipment consisted of a 7 1/2-ft. cyl-
inder pump, attached to 65 ft. 3 in. of 6-in. col-
umn pipe and 61 ft. of air line. Power was furn-
ished from the drill r ig . After 6-hr. pumping at 
Correlated d r i l l e r ' s log of the North Well furnished by the State Geological Survey: 
2 - Colfax 
95 gpm. the drawdown was 7.5 ft. from a non-
pumping water level of 33.5 ft. below the top of 
the casing. 
On Sept. 27, 1948, after a 2-hr. non-pumping 
period the water level was 28 ft. below the pump 
base (1 ft. below top of casing) and after 2 1/2-hr. 
pumping the water level was 43 1/2 ft. 
The pump assembly, installed May 20, 1948, 
consists of 60 ft. of 6-in. column pipe; 8-in., 4 or 
5-stage Aurora Pump Co. turbine pump, No. 32342, 
having a rated capacity of 150 gpm. against 88 ft. 
of head; 60 ft. of 1/4 -in. gi. air line. 
Analysis of a sample (Lab. No. 115,949) col-
lected after 2 1/2-hr. pumping on Sept. 27, 1948, 
showed the water to have a hardness of 22.0 gr. 
per gal., a residue of 664 ppm., and an iron con-
tent of 1.8 ppm. Methane gas was found to be 
present in a concentration of 4.5 cu. ft. per 1000 
gal. 
All water is aerated, softened and chlorinated. 
Analysis of a sample (Lab. No. 116,037) col-
lected Sept. 27, 1948 showed the treated water 
to have a hardness of 4.4 gr. per gal., a mineral 
content of 374 ppm. and an iron content of 0.15 
ppm. 
Pumpage is estimated to average 43,910 gpd. 
LABORATORY NO. 115,949 
LABORATORY NO. 116,037 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed in 1892 
by the city of Collinsville (9767). 
Water was obtained from 2 wells, 60 ft. apart 
and 600 ft. deep, located on the north side of 
Church St. between Morrison and Center St. 
Water levels were reported to be within 120 and 
165 ft. of the ground surface in 1892 and 1898, 
respectively. The ground elevation is 565± ft. 
Analysis of a sample (Lab. No. 4271) col-
lected Oct. 26, 1898 showed this water to have a 
hardness of 9.9 gr. per gal., a mineral content 
of 2489 ppm., and an iron content of 2.5 ppm. 
The wells were abandoned about 1902 and the 
supply has since been obtained from wells located 
in the American Bottoms about 1 1/4 mile west 
of Collinsville. 
Four wells were drilled in 1902 to depths of 
70 to 90 ft. and located at the waterworks, onthe 
south side of U. S. Highway No. 40, about 1/4 
mile west of the foot of the bluff (or approximately 
500 ft. N. and 3570 ft. E. of the S. W. corner of 
Section 31, T. 3 N., R. 8 W.). Later , wells were 
drilled to a depth of 100 ft. and as the sand was 
coarser at that depth, the older wells were 
deepened. All of the wells were 10 in. in diame-
ter . In 1919, one of the 10-in. wells was recon-
structed by the Well Casing and Strainer Manu-
facturing Co., Alton, and was cased with 26-in. 
id. concrete pipe. The lower 45 ft. of the casing 
was porous concrete to act as a s t ra iner . 
In 1923 the non-pumping water level was r e -
ported at one time to be 14 ft. below the ground 
level elevation of 428t ft. and at another time in 
the same year, it was 17 1/2 ft. When pumping at 
1000 gpm. the water was reported to be lowered 
to 35 ft. 
In 1923 it was reported that the s t rainers in 
the seven 10-in. wells in use were badly clogged 
and practically all water was obtained from the 
26-in. well, which was first designated as Well 
COLLINSVILLE 
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No. 1. Later it was changed to Well No. 4 and 
finally abandoned prior to 1938. 
In 1923, another of the old 10-in. wells was 
reconstructed by Parker , St. Louis, Mo. This 
-well was designated as Well No. 2 and was cased 
with 26-in. id. concrete pipe to a depth of 97 ft. 
The lower 30 ft. of the casing was porous concrete. 
Pr ior to reconstruction of Well No. 2, the yield 
in Well No. 4 (old No. 1) had been 1000 gpm. In 
1928 the yields from Well No. 4 and No. 2 was 
750 and. 800 gpm. respectively. 
Between 1923 and 1928, two more of the old 
10-in. wells were reconditioned by Chas. E. Wise, 
St. Louis, and were later designated as No. 1 and 
No. 3, after the abandonment of the original Well 
No. 1 which had been designated as Well No. 4 
after 1923. Wells 1,2, and 3 were about 20 to 25 
ft. apart and arranged in a southeast-northwest 
line, south of the pumping station. Well No. 4 
was located about 40 ft. east of the pumping s ta-
tion. 
Wells No. 1 and No. 3 were cased with 24-in. 
id. concrete pipe to 100-ft. depth and cater 
screens , 30 ft. long were set in both wells. Wells 
No. 2, 3 and 4 must have been abandoned, because 
they cannot be identified in the present system of 
well-numbering or location. 
The present water supply is obtained from 
three wells, No. 1, No. 2 and No. 4 located south 
of the pumping station and roughly in a southeast-
northwest line, with Well No. 1 at the southerly 
end of the line. 
Well No. 1 is believed to be the 6ame Well No. 
1 that was reconditioned by Chas. Wise about 1928. 
The pumping equipment consists of 85 ft. of 10-in. 
column pipe; Aurora turbine pump head fitted with 
No. 14 Johnson Pump Co.;4-stage pump, rated at 
1375 gpm. against 70 ft. of head at 1160 rpm.; 6 ft. 
of 10-in. suction pipe; 50-hp. Wagner electr ical 
motor, No. 361787. 
Correlated d r i l l e r ' s log of Well No. 2 furnished by the State Geological Survey: 
2 - Collinsville 
The pump discharges at the rate of 100 gpm. 
When a new well under construction is completed, 
it is planned to clean and apply an acid treatment 
to Well No. 1. 
Well No. 2 was reported to be drilled in 1936 
to a depth of 100 ft. by Chas. Wise and is located 
a little north and 95 ft. west of Well No. 1. This 
could be the Well No. 2, reconstructed by Parker 
in 1923. If so, it was reconditioned, not drilled, 
by Wise in 1936. It is cased with 26-in. concrete 
pipe. 
The pumping equipment consists of 85 ft. of 
10-in. column pipe; 3-stage Byron Jackson t u r -
bine pump No. 2 LC 4, rated at 800 gpm. against 
70 ft. of head at 1150 rpm.; 6 ft. of 10-in. suc-
tion pipe; 25-hp. General Electric motor, No. 
4809989. 
The pump discharges at a rate of 500 gpm. 
Well No. 3 was drilled in 1945 to a depth of 
100 ft. by Harold Watson, East St. Louis, and lo-
cated between Wells No. 1 and No. 2. The well 
was in service about 1 year and then abandoned. 
Some of the records refer to this well as No. 5, 
probably to avoid confusion with the old Well No. 3. 
Well No. 4 is reported to have been drilled in 
1940 to a depth of 100 ft. by Chas. Wise and lo-
cated 60 ft. northwest of Well No. 2. It is cased 
with 26-in. id. concrete pipe. The pumping equip-
ment consists of 85 ft. of 10-in. column pipe; 
Johnson turbine pump, No. 202933, Serial No. 7875, 
6 ft. of 10-in. suction pipe; air line of unknown 
length; 40-hp., 1160 rpm. Louis Allis electric 
motor, No. 338893. 
Well No. 6 was drilled in 1948 to a depth of 93 
ft. by Harold Watson and is located east of the 
pumping station and about 75 ft. north of Well No. 
1. The construction of the well had been com-
pleted but the well is not yet in service. 
A 44-in. casing was set with the bottom at 93 
ft. A 24-in. inner casing with 31 ft. 5 in. of 24-
in. screen was set with the bottom of the screen 
at 93 ft. The space between the casings was 
packed with gravel and the outer casing then 
pulled back. The final length of 44-in. casing was 
33 ft. 8 in. from the surface. The screen has No. 
100 slot openings. 
The pump in Well No. 6 was removed from 
Well No. 3, abandoned about 2 years ago, and con-
sists of 72 ft. of 10-in. column pipe; 3-stage By-
ron Jackson pump head fitted with a No. 14 John-
son Pump Co. turbine pump, rated at 1200 gpm. 
against 70 ft. of head at 1150 rpm.; 8 ft. of 10-in. 
suction pipe; 40-hp. Wagner electric motor, No. 
351624. 
When the well was completed, the static wa-
ter level was 24 ft. 10 in. below ground level. The 
water was chlorinated and pumped for a few hours 
on Dec. 13, 1948 
Analysis of a composite sample (Lab. No. 
116,736) collected Dec. 13, 1948 from the r e s e r -
voir, showed the water from the three wells to 
have a hardness of 24.6 gr. per gal., a residue 
of 521 ppm., and an iron content of 0.3 ppm. 
The water is not treated. 
Pumpage is estimated to average 1.7 mgd. 
LABORATORY NO. 116,736 
Illinois State Water Survey - Bulletin No. 40 
The village of Compton (300) installed a pub-
lic water supply in 1895. 
Water has been obtained from 2 wells located 
in the village hall on the east side of 4th St. between 
Main and Cherry St. (approximately 2395. ft. S. 
and 1265 ft. E. of the N. W. corner of Section 11, 
T. 37 N., R. 1 E.). At the top of the wells is a 
pit 4 ft. deep. The ground surface elevation is 
982± ft. 
The East Well was reported to be 335 ft. deep 
and 3 in. in diameter and was equipped with a 2-
stroke American Well Works pump with the pump 
cylinder wedged into the casing at a depth of 272 
ft. In 1937 the pump failed in the well, and the 
well has been out of service. The pump has been 
removed. 
The West Well is located 8 ft. west of the 
East Well and was reported originally to be 335 
ft. deep. In 1938, the depth was reported to be 
315 ft. and cased with 8-in. id. pipe from the su r -
face to 300 ft. and 6-in. id. pipe from 300 to 307 
ft. A 4 1/2-in. casing was set from 307 ft. to the 
COMPTON 
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bottom of the hole. 
In 1927, the non-pumping water level was r e -
ported to be 155 ft. below the floor, and in 1938, 
during a production test by the American Well 
Works Co., the drawdown was 29 ft. from a non-
pumping water level of 235 ft. At that t ime, the 
following pump was installed: American Well 
Works oil lubricated turbine pump No. 61826, 
rated at 70 gpm. against 412 ft. of head at 1750 
rpm.; 15-hp. U. S. electric motor, No. 162290. 
A new assembly was made in Jan. 1948 and now 
includes 290 ft. of 5-in. column pipe; 290 ft. of 
air line terminating at top of stages; 5-in. suction 
strainer with close nipple (no suction pipe); 7 5 /8 -
in. od., 14-stage American Well Works pump. 
Analysis of a sample (Lab. No. 113,200) col-
lected Jan. 9, 1948, after 1 1/2-hr. pumping, 
showed this water to have a hardness of 11.8 gr . 
per gal., a residue of 284 ppm., and an iron con-
tent of 1.2 ppm. 
The water is not t reated. Pumpage is e s t i -
mated at 23,000 gpd. 
LABORATORY NO. 113,200 
Illinois State Water Survey - Bulletin No. 40 
The village of Cowden (709) installed a public 
water supply in 1941. 
Well No. 1, or High School Well, was drilled 
for the high school, about 1935 by E.O.Baker and 
Sons, Sigel, and was later acquired by the village. 
The well is located in the Kaskaskia River bot-
tom, about one mile southeast of the village (or 
approximately 750 ft. S. and 400 ft. W. of the N.E. 
corner of Section 10, T. 9 N., R. 3 E.). The ground 
surface elevation at the well-site is 520± ft. 
The well is 51 ft. deep, and is reported to be 
10 in. in diameter, with a 4-ft. length of 10-in. 
screen exposed between the depths of 48 and 51 
ft. 
The well was equipped in 1941 as follows: 
40 ft. of 5-in. column pipe; 17-stage, 6-in. F a i r -
banks-Morse turbine pump, No. 11012, having an 
overall length of 8 ft. 2 5/8-in. , and rated at 75 
gpm. against 212 ft. of head; no suction pipe; no 
air line; 7 1/2-hp. Fairbanks-Morse electric 
motor operating at 1750 rpm. 
Correlated dr i l l e r ' s log of Well No. 1 furnished 
by the State Geological Survey: 
The dri l ler reported that, when the well was 
completed in 1935, it produced 180 gpm. to free 
discharge. The well was given an acid treatment 
COWDEN 
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in 1943, which temporarily increased its capacity 
from 20 to 100 gpm. However, by June 1944, the 
supply was inadequate and a new well was drilled. 
The pump has been overhauled and reinstalled and 
the unit is now maintained for emergency supply. 
Analysis of a sample (Lab. No. 91357) col-
lected Sept. 5, 1941, showed the water to have a 
hardness of 14.1 gr. per gal., a residue of 437 
ppm., and an iron content of 0.2 ppm. 
Well No. 2 was drilled in June, 1944 to a depth 
of 56 ft. by E. C. Baker and Sons, and is located 
100 ft. southeast of Well No. 1. The well is cased 
with 10-in'. pipe from 2 ft. above to 44 ft. below 
ground level and with a 10-in. Johnson Everdur 
screen from 44 to 54 ft. The bottom 3. ft. of the 
drilling was in shale. 
On June 15, 1944, the static water level was 
18 ft. 2 in. below the top of the casing and after 
9-hr. pumping at 225 gpm. the drawdown was r e -
ported to be 20 ft. 4 in. On June 16, 1944 and 
15 hr . later , the water level was 18 ft. 2 in. Then 
after 9-hr. pumping at 225 gpm. the drawdown was 
18 ft. 8 in. 
The pumping equipment consists of a F a i r -
banks-Morse turbine pump, No. 29881, rated at 
100 gpm., driven by a 10-hp. Fairbanks-Morse 
electric motor. 
Analysis of a sample (Lab. No. 115,229) col-
lected from the storage tank July 8, 1948 showed 
the water to have a hardness of 21.0 gr .per gal., 
a residue of 420 ppm., and an iron content of 0.1 
ppm. 
Pumpage is estimated to average 20,000 gpd. 
LABORATORY NO. 115,229 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed about 
1892, by the village of Crescent (332). 
Water was obtained from two 1 1/4-in. flow-
ing wells with pumps operated by a windmill. In 
1903, because the small wells were not yielding 
much water, a 4-in. well was drilled. In 1908 a 
second 4-in. well was drilled and located with the 
older well on the village hall lot at the northeast 
corner of Main and Grant St. (or approximately 
40 ft. S. and 1496 ft. E. of the N. W. corner of 
Section 5, T. 26 N., R. 13 W.). The ground su r -
face elevation is 645± ft. 
The well was cased the entire depth of 120 ft. 
and water flowed from the well into a wooden col-
lecting rese rvo i r . 
In 1921, some sand was pumped from the well, 
in an effort to increase the yield, but without suc-
c e s s . 
A new 4-in. Kewanee triplex pump No. 10355 
and 7 1/2-hp. Imperial electric motor were in -
stalled in 1922 to pump water from the rese rvo i r , 
and was operated 1 1/2 to 2 h r . periods twice 
weekly. At the same time, the reservoi r did not 
over flow until about 36 h r . after stopping the pump. 
About 1934 the well was abandoned and plugged. 
A flowing well was drilled in 1934 to a depth 
of 122 ft. by F. P. Campbell, Crescent , and l o -
CRESCENT 
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cated 4 ft. east of the old well. 
Correlated dr i l le r ' s log of well drilled in 1934 
furnished by the State Geological Survey: 
The well was cased with 4-in. pipe the entire 
depth of 122 ft. and with no screen. 
In 1939, when the reservoi r was empty, about 
10 h r . time was required to fill it . The reservoir 
capacity was estimated to be 20,000 gal. 
The ar tes ian flow has ceased and the well is 
now directly connected to the Kewanee suction 
pump and motor installed in 1922. This well is 
the sole source of public supply. 
Analysis of a sample (Lab. No. 116,413) col-
lected Nov. 13, 1948 showed this water to have a 
hardness of 21.0 gr . per gal. , a residue of 490 
ppm., and an iron content of 0.9 ppm. 
Pumpage is estimated to average 9000 gpd. 
LABORATORY NO. 116,413 
Illinois State Water Survey - Bulletin No. 40 
The public water supply for the village of 
Creston (284) was installed in 1906. 
Water is obtained from a well drilled to a 
depth of 585 ft. in 1907 by C. H. Feldott, Batavia, 
and R. L. Ferguson, Creston, and located 75 ft. 
south of North St. between Main and P ra i r i e St. 
(approximately 1575 ft. S. and 800 ft. W. of the 
N. E. corner of Section 23, T. 40 N., R. 2 E.). 
The elevation of the ground surface is 903± ft. 
The well was cased as follows: 8-in. from 
surface to 180 ft.; 6-in. from 150 to 403 ft.; 
4 1/2-in. from 339 to 417 ft. 
Sixty-six ft. of 4 1/2-in. casing was pulled 
when Jacuzzi pump was installed. 
CRESTON 
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In 1944, the original Deming pump and a s -
sembly was removed and replaced by a Jacuzzi 
jet pump with 158 ft. of 2 1/2 and 3-in. air and 
eductor pipes; 40 ft. of suction pipe; 10-hp., 3470 
rpm. General Electr ic motor, No. 5620662. At 
that time the non-pumping water level was 140 ft. 
below the ground surface. 
Analysis of a sample (Lab. No. 112,799) col-
lected Dec. 3, 1947 after 1/2-hr. pumping, showed 
the water to have a hardness of 13.1 g r .pe r gal., 
a residue of 306 ppm., and an iron content of 1.8 
ppm. 
Estimated pumpage is 10,000 gpd. 
Correlated d r i l l e r ' s log of well drilled in 1907 furnished by the State Geological Survey: 
LABORATORY NO. 112,799 
Illinois State Water Survey - Bulletin No. 40 
The water works at Crete (1772) is owned and 
operated by the village and was installed in 1903. 
Water for the public supply has been obtained 
from 2 limestone wells. 
The original well was drilled to a depth of 192 
ft. and is located about 20 ft. south of Exchange 
St. and 100 ft. west of Benton St. (or approximately 
730 ft. N. and 180 ft. W. of the S. E. corner of 
Section 8, T. 34 N., R. 14 E.) . The elevation of 
the ground surface is 719± ft. 
The. well is reported to have a 10-in. diame-
ter terminating in a water-bearing limestone and 
to be cased to a depth of about 150 ft. below the 
surface. Rock was encountered at a depth of 
about 100 ft. On June 29, 1915, non-pumping wa-
ter level was reported to be 30 ft. below the pump 
base. 
Water was pumped from this well extensively 
during a period of concrete road construction in 
1921 when a minimum of 60,000 gal. was pumped 
7 hr . daily. At this ra te , the plunger pump, hav-
ing a cylinder setting of 80 ft., would occasion-
ally run dry. The well furnished the entire pub-
lic water supply until 1924 when a second well 
was drilled. 
During the period between 1924 and 1938, the 
original well served only as a standby unit. In 
May 1938, when it was equipped with a 30-stage 
turbine pump rated at a capacity of 175 gpm. 
against a total pumping head of 190 ft. with a 
setting of 90 ft., this well again became the p ro -
ducing unit. 
Changes in the above pump installation have 
been made, and the pumping equipment in se rv -
ice on Oct. 7, 1946 consists of 90 ft. of 5-in. 
column pipe; 6-in., 20-stage Pomona turbine 
CRETE 
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pump, Serial J-1694, rated at a capacity of 175 
gpm. against 195 ft. of head; 10 ft. of 4 1/2-in. 
suction pipe and strainer; 15-hp. Westinghouse 
electric motor. 
A production test of 3-hr. duration was run 
with this equipment on Dec. 5, 1945; and the fol-
lowing resul ts were obtained; a production rate 
of 123 gpm. with a drawdown of 4 1/2 ft. against 
a discharge pressure of 52 psi.; 139 gpm. with a 
drawdown of 5 1/2 ft. against a discharge pressure 
of 43 psi.; 147 gpm. with a drawdown of 6 1/2 ft. 
against a discharge pressure of 30 psi.; and 169 
gpm. with a drawdown of 8 1/2 ft. against a d i s -
charge pressure of 17 psi. Before the test the 
water level was 48 1/2 ft. below the pump base . 
Ana lys i sof a sample (Lab. No. 107892), col-
lected Oct. 7, 1946 after 1-hr. pumping at 125 
gpm., showed this water to have a hardness of 
25 gr. per gal., a residue of 452 ppm., and an 
iron content of 0.3 ppm. 
Well No. 2, the second well in the public wa-
ter supply system, was drilled to a depth of 264 
ft. by W.L. Thorne Co., Des Plaines, in 1924 and 
is located 70 ft. south of the original well. 
The hole and casing record were reported as 
shown in Table 1. 
TABLE 1 
Hole Record 
12-in. from surface to 215 ft. 
10-in. from 215 to 264 ft. 
Casing Record 
12-in. id. from surface to 99 ft. 
10-in. id. liner from 166 to 215 ft. 
LABORATORY NO. 107,892 
2 - Crete 
Sample-study log of Well No. 2 furnished by the 
State Geological Survey: 
When first completed, the water level in Well 
No. 2 was 40 to 45 ft. below the pump base. During 
the acceptance test , a production of 300 gpm. with 
a drawdown of 32 ft. was reported. 
The following pump installation, made in 1924, 
is still in place; a Keystone Driller Co. double-
acting plunger pump having a 7 1/2-in. diameter 
cylinder, with 18-in. plunger, set at 90 ft. It was 
operated at a speed of 25 rpm. and furnished all the 
water for the public supply from 1924 to 1938. It 
is now seldom used and serves only as an e m e r -
gency supply unit. 
Well No. 1 has been the source of the entire 
public water supply since July 21, 1945 during 
which time the estimated average pumpage has 
been 100,000 gpd. 
All water for the public supply has been chlor-
inated since Oct. 1944. The chlorine residual at 
the pumping station was 0.3 ppm. 
Illinois State Water Survey - Bulletin No. 40 
A description of the physical and chemical 
data of the Creve Coeur (3535) Well No. 1 may be 
found in Bulletin No. 33, published in 1940. The 
well is located 2500 ft. N. and 2675 ft. W. of the 
S. E. corner of Section 12, T. 25 N., R. 5 W. 
In 1941 when Well No. 2 was constructed, the 
old pump was removed from Well No. 1, and the 
new pump assembly, as installed in Well No. 1, now 
consists of: 40 ft. of 8-in. column pipe; 10-in., 
12-stage Fairbanks-Morse turbine pump, rated 
at 500 gpm. against 430 ft. of head at 1750 rpm.; 
10 ft. of 8-in. suction pipe with an 8-in. strainer 
1 ft. 10 in. long; 75-hp. General Electric motor. 
Well No. 2 was drilled in 1941 by M. Ebert 
Co., Washington, to a depth of 80 ft. and located 
25 ft. west of Well No. 1 (or approximately 2500 
ft. N. and 2700 ft. W. of the S. E. corner of Sec-
tion 12). 
The top of the 10-in. casing was set 5 ft. above 
the ground surface elevation of 452± ft., and the 
well was cased with 75 ft. of 10-in. black steel 
pipe and with 10-ft. exposed of 10-in. Johnson 
Everdur b rass screen, the bottom of the screen 
being 80 ft. below the surface. 
The old pumping assembly from Well No. 1 
CREVE COEUR 
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was installed in Well No. 2 in 1941, and Well No. 
2 is now maintained as a standby unit. 
The quality var ies somewhat, but the general 
character of the water is represented by an anal-
ysis of a sample (Lab. No. 117,267) collected Feb. 
10, 1949. The water from the No. 1 well is shown 
to have a hardness of 28.6 gr. per gal., a residue 
of 678 ppm. and an iron content of 0.1 ppm. 
Total pumpage for the Village of Creve Coeur 
is estimated at 200,000 gpd. 
Sample-study log of Well No. 2 furnished by the 
State Geological Survey: 
LABORATORY NO. 117,267 
Illinois State Water Survey - Bulletin No. 40 
The village of Crossville (875) installed a pub-
lic water supply in 1941. 
A test well was drilled in 1940 to a depth of 40 
ft. by E. L. Potts, St. Francisvil le, and located 
about 35 ft. north of Main St. and 150 ft. west of 
State Highway No. 1. There is no visible evidence 
of the existence of the tes t well. It is presumed 
to have been located about 10 ft. north of Well No. 
1, in the treatment plant, and that the test-well 
casing was pulled when the plant was built in 1941. 
The surface elevation is 395± ft. 
The well was cased with 6-in. pipe and was 
originally driven into clay, below sand and gravel . 
The hole remained dry, so the casing was jacked up 
7 in. exposing 4 in. of gravel. 
A production test was made on Sept. 16, 1940 
by the State Water Survey. For tes t purposes, the 
well was equipped with a turbine pump with the 
bottom of the bowl section at a depth of 32 ft. be-
low the top of the casing. The well produced at a 
rate of 20 gpm. for 4 h r . with a drawdown of 
18 1/2 ft. from the non-pumping water level of 
11 1/2 ft. below ground level. When tested by the 
dri l ler on Sept. 12-13, 1940 the drawdown was 
17 ft. after pumping for 30 h r . at a rate of 18 
gpm. 
Analysis of a sample (Lab. 88873) collected 
Sept. 16, 1940, showed the water to have a hard-
ness of 39.0 gr. per gal., a residue of 770 ppm., 
and an iron content of 3.5 ppm. 
Well No. 1 was drilled in 1940 to a depth of 
40 ft. 4 in. by E. L. Potts and is located in the 
treatment plant about 10.2 ft. south of where the 
test well was located. 
This well was cased with 12-in. pipe from 
1 ft. 8 in. above to 36 ft. below the ground su r -
CROSSVILLE 
White County 
Feb. 25, 1948 
face." A 4 ft. length of Johnson screen was in-
stalled with slot openings as follows: top 1 ft. 
No. 20 slots; second 1 ft., No. 50; third 1 ft., No. 
100; and the lower 1 ft., No. 150 slots . 
A production test was made by the State Wa-
ter Survey on Nov. 6, 1940. For test purposes, 
the well was equipped with a turbine pump, with the 
bottom of the suction pipe at a depth of 38 ft. 
When pumping at 27 gpm., the drawdown was 19 1/2 
ft. from a non-pumping water level of 15 1/2 ft. 
below the top of the casing. 
Another production test was made by the State 
Water Survey on Dec. 10, 1940. Results were 
similar to the previous test except that the non-
pumping water level was only 11 1/2 ft. below the 
ground surface. 
Permanent pumping equipment was installed 
as follows: 3 1/2-in. column pipe; 5-in., 6-stage 
Fairbanks-Morse turbine pump No. 9270, rated 
at 25 gpm. when operating at 1750 rpm.; the over-
all length of the pump is 2 ft. 4 in.; 5 ft. of 3 1/2-
in. suction pipe; unknown length of 1/4-in. air line; 
1-hp. electric motor. 
In 1944, the well was reported to be produc-
ing 20 gpm. with a drawdown of 8 ft. In Feb. 
1948, the well was in daily service and when 
pumping at 20 gpm., the drawdown was 21 1/2 ft. 
Analysis of a sample (Lab. No. 89221) col-
lected Nov. 6, 1940," showed the water to have a 
hardness of 36.9 gr . per gal. , a residue of 731 
ppm., and an iron content of 2.4 ppm. 
Well No. 2 was drilled in 1940 to a depth of 
47 1/2 ft. by Albert Lancaster , Harr isburg, and 
located 10 ft. north of Main St. about 265 ft. west 
of Well No. 1. 
LABORATORY NO. 89571 
2 - Crossville 
Correlated d r i l l e r ' s log of Well No. 4 furnished by the State Geological Survey: 
The well was cased with 6-in. pipe and is 
equipped with a 4 ft. length of 6-in. Johnson screen 
placed at the bottom of the well. Slot openings of 
the screen are as follows: top 1 ft., No. 20 slot; 
second 1 ft., No. 40 slot; and bottom 2 ft., No. 80 
slot. During drilling operations water was en-
countered in a sand and gravel formation between 
41 and 47 1/2 ft. 
A production test was made by the State Wa-
te r Survey on Dec. 23, 1940. For test purposes, 
the well was equipped with the Fairbanks-Morse 
turbine pump, No. 9270, which was later installed 
in Well No. 1. The well produced 20 gpm. for 4 
hr . with a drawdown of 31.25 ft. from a non-
pumping water level of 12 ft. During the test the 
water level in Well No. 1, 265 ft. east , was low-
ered 6 in. 
In 1942, the pump was oper ated about 9 1/2 hr . 
per day at a rate of about 20 gpm. and in Dec. 
1944, it was reported that the well produced about 
10 gpm. The well was acidized in an attempt to 
increase the yield, but with no beneficial resul ts . 
The yield was 3 gpm. when the well was ret i red 
from service, late in 1947. The pump has been 
removed. 
Analysis of a sample (Lab. No. 89571) col-
lected Dec. 23, 1940, after 4-hr . pumping at a 
rate of 20 gpm., showed the water to have a hard-
ness of 20.9 gr. per gal., a residue of 455 ppm., 
and an iron content of 2.8 ppm. 
An electr ical earth resistivity survey was 
made by the State Geological Survey in May, 1943. 
The survey included the area about 2 miles in all 
directions from Crossville. 
Well No. 3 was drilled in the winter of 1943-
LABORATORY NO. 118,845 
Crossville - 3 
44 to a depth of 37 ft., by R. R. Collaghan and lo-
cated 90 ft. north and 10 ft. west of Well No. 1. 
The well was cased with 6-ft. id. concrete 
pipe from 2 ft. above the ground surface to the 
bottom where a water-bearing sand and gravel 
formation was encountered. The static water 
level was 15 ft. below the surface and when pump-
ing at 20 gpm. the drawdown was 14 ft. 
The pump installation, mounted on the con-
crete cap of the well, consists of 3 1/2-in. col-
umn pipe; 5-in., 6-stage Fairbanks-Morse turbine 
pump, rated at 25 gpm.; the overall length of the 
pump is 2 ft. 4 in.; 5 ft. of 3 1/2-in. od. suction 
pipe; 1 1/2-hp. electric motor. 
The bottom of the suction pipe is reported to 
be 5 ft. above the bottom of the well. 
The well is in daily service. 
Well No. 4 was drilled in 1946 by Lockwood and 
Sutton and located 27 ft. north and 18 ft. west of 
Well No. 1 (or approximately 2550 ft. S. and 1450 
ft. W. of the N. E. corner of Section 23, T. 4 S., 
R. 10 E.). 
This well was drilled to a total depth of 165 
ft., but the permanent well was finished at a depth 
of 107 ft. below a ground surface elevation of 
395± ft. 
The well was cased with 7-in. pipe to a depth 
of 107 ft. 
The well is equipped with a Myers ejecto pump 
catalog No. F 300A2 having a 2 1/2-in. eductor 
pipe extending to a depth of 67 ft., a 2-in. p r e s -
sure pipe extending to 68 ft., and a 2-in. tail pipe 
from 68 to 98 ft. 
The well was reported to produce about 10 
gpm. with a drawdown of 5 1/2 ft. but in Feb. 
1948 the yield was 5 gpm., limited because of the 
length of the tail pipe or because of a possible 
dislocated sand point. On July 8, 1949, Mr. R. L. 
Endicott, Water Superintendent, reported that 
" the pump was pulled and rese t three months ago, 
and is now producing about 25 gpm." 
Analysis of a sample (Lab. No. 118,845) col-
lected July 15, 1949, showed this water to have a 
hardness of 12.2 gr. per gal., a residue of 528 
ppm., and an iron content of 0.5 ppm. 
All water for the public supply is aerated, 
filtered and softened, and occasionally chlor i-
nated. 
Analysis of a sample (Lab. No. 114,110) col-
lected Feb. 23, 1948 showed the treated water to 
have a hardness of 7.7 gr . per gal., a mineral 
content of 614 ppm., and an iron content of 0.1 
ppm. 
F r o m Nov. 1, 1947 to Feb. 1, 1948, metered 
pumpage averaged 42,300 gpd. In July 1949, Mr. 
Endicott reported "p resen t average 48,000 gpd." 
LABORATORY NO. 114,110 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
village of Crotty (1235) (Seneca post office) in 
1927. 
Water is obtained from 2 wells located a block 
east of the center of the business district . Well 
No. 1 was drilled in 1927 by Otis Heflin, Joliet, to 
a depth of 700 ft. below a ground surface eleva-
tion of 510± ft., and located 1795 ft. N. and 200 ft. 
E. of the S. W. corner of Section 24, T. 33 N., R. 
5 E . 
The well was cased with 132 ft. of 10-in. 
wrought iron pipe and from 132 to 700 ft. the hole 
was finished 10 in. in diameter. During drilling 
operations no water was encountered until 128 ft. 
depth was reached and when the well was com-
pleted the free flow at the surface was reported 
to be 30 gpm. At that time the dril ler reported that 
water was pumped for 8 h r . a t 159 gpm. and when 
pumping at 190 gpm. the water level was 47 ft. 
Two minutes after pumping was stopped, the free 
flow started. 
In Sept., 1943 the water level was 43 ft. be-
low the pump base after a 45-min. quiet period. 
On Sept. 29, 1944 the water level was 55 ft., at 
10 min. after stopping the pump and when pumping 
the water level was 149 ft. On Feb. 18, 1946, 
nearly 9 months after the closing of the Seneca 
Shipyards plant, the pumping water level was 138 
CROTTY 
La Salle County 
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ft. and 30 min. after the pump was stopped, the 
water level was 25 ft. This indicated a measur-
able recovery in ground water levels following 
the cessation of the pumping which had been tak-
ing place in this area during the previous 3 years . 
Originally, the well was equipped with a Key-
stone Driller Co. 2-stroke cylinder pump 7 3/4 
by 18 in. and rated at 200 gpm., with 72 ft. of 
8-in. column pipe. The present pump assembly, 
installed in 1935, consists of 200 ft. of 6-in. col-
umn pipe; 10-in., 6-stage Peer less turbine pump 
having an overall length of 6 ft.; 20 ft. of 6-in. 
suction pipe; 25-hp., 1800 rpm. U. S. Electric 
motor, No. 165620. 
In the spring of 1943, due to the erection of 
the nearby Seneca Shipyards plant, the population 
of the town increased quickly from 1200 to ap-
proximately 12,000. A fire in the business d i s -
tr ict necessitated 17 hr . pumping from the lone 
well and a resultant lowering of water in storage. 
The combination of circumstances required the 
construction of an additional source of water sup-
ply. 
Well No. 2 was completed in Sept. 1943 to a 
depth of 704 ft. by J. P. Miller Artesian Well Co., 
Brookfield, and located 25 ft. south and 54 ft. west 
of Well No. 1. 
Correlated dr i l l e r ' s log of Well No. 2 furnished by the State Geological Survey: 
2 - Crotty 
TABLE 1 
The well was cased with 135 ft. of 10-in. pipe 
below which the hole was finished 10 in. in diame-
ter from 135 to 704 ft. 
The pumping equipment consists of 230 ft. of 
6-in. column pipe; 9 1/2-in., 6-stage Peer less 
turbine pump, No. 21870, rated at 500 gpm. at 
1760 rpm.; the overall length of the pump is 5 ft.; 
250 ft. of 1/4-in. air line; 30 ft. of 6-in. suction 
pipe; 30-hp., 1760 rpm. U. S. Electric motor. 
On Sept. 24, 1943 a production test was run 
under the supervision of the State Water Survey, 
using a pump assembly of total length of 226 ft., 
with 6-in. diameter column and suction pipes. 
Before the test, the water level was observed in 
Well No. 2 while the pump in Well No. 1 was op-
erating, then pumping was discontinued in Well 
No. 1 for a 45-min. period and water levels ob-
served in both wells. During the test of Well No. 
2 water levels were observed in both wells under 
conditions of simultaneous pumping in both wells 
and pumping in Well No. 2 only. A summary of 
water levels in ft. below the pump bases under 
various pumping conditions is given in Table 1. 
Fifty min. after the test was stopped the water 
level in No. 2 well returned to 50 ft. The pump in 
No. 1 well was not running. 
Analysis of a sample (Lab. No. 118246) col-
lected May 18, 1949, showed the water to have a 
hardness of 21.2 gr. per gal., a residue of 628 
ppm., and an iron content of 2.1 ppm. The qual-
ity is very similar to that obtained from Well No. 
1 and represents a blend of waters from the St. 
Peter and the New Richmond sandstones. 
The water is treated for hydrogen sulfide r e -
moval. , 
Pr ior to the sudden influx of population which 
started in 1942, the pumpage had averaged 65,000 
gpd. In June, July, and Aug. of 1943 pumpage av-
eraged 315,000 gpd. From Jan. 1944 to Feb. 1945, 
inclusive, pumpage averaged 460,000. gpd. F rom 
Mar. 1945 to Nov. 1945, inclusive, pumpage de -
clined from 620,000 to 120,000 gpd. and averaged 
255,000 gpd. In Jan. 1946, pumpage averaged 
128,000 gpd. 
LABORATORY NO. 118246 
Illinois State Water Survey - Bulletin No. 40 
The village s of North C rystal Lake and C rystal 
Lake were consolidated in 1914 and incorporated 
as the city of Crystal Lake (3917). 
The village of North Crystal Lake installed a 
public water supply in 1898 and the village of 
Crystal Lake installed a supply in 1913. 
The installation in North Crystal Lake con-
sisted of a dug well 64 ft. deep and a drilled well 
280 ft. deep. These wells were located on the 
south side of Beardsley St. on the west side of the 
alley one half block east of Main St. (approxi-
mately 1200 ft. N. and 150 ft. E. of the S. W. cor -
ner of Section 33, T. 44 N., R. 8 E.). The ground 
surface elevation is 925t ft. 
The dug well, located 12 ft. north of the drilled 
well, was 3 ft. in diameter, curbed with brick, and 
a pit, about 5 ft. deep, surrounded the top. Water 
was obtained from a gravel formation and the well 
was the source of the initial public supply until 
about 1913 when it was abandoned. On Nov. 19, 
1923 the depth of the water in the well was 7 ft. 
The well was filled and is covered by the concrete 
floor of the garage. 
The 280 ft. drilled well, now calledthe Beards-
ley St. well is reported cased with 10-in. pipe to 
limestone at a depth of 260 ft. A non-pumping 
water level of 80 ft. below the ground surface was 
reported on Oct. 23, 1913. Following the con-
solidation of the 2 villages in 1914 this well was 
used only as an auxiliary supply unit and in recent 
years has supplied the Chicago and Northwestern 
Railway. A production test of this well was made 
on June 12, 1940 by the State Water Survey. The 
water level before the test was 98 1/2 ft. below 
the pump base . The following resul ts were ob-
tained during the test: after pumping at 300 gpm. 
for 3 1/2 h r . the drawdown was 30 ft.; on in-
CRYSTAL LAKE 
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creasing the rate of pumping to 400 gpm. and con-
tinuing for 4 additional hr . the total drawdown was 
55 ft.; and increasing the rate to 445 gpm. and 
continuing for 1 hr . the total drawdown was 66 1/2 
ft. 
Non-pumping water levels, below the pump 
base: 105 ft. on Mar. 17, 1947 and May 24, 1947, 
and 107 ft. on July 3, 1947 after a 1-hr. idle 
period. On July 3, 1947, the water level was 153 
ft. after 1-hr. pumping at 415 gpm. 
The metered consumption by the Chicago and 
Northwestern Railway from May 1,1943 to May 1, 
1947 averaged 112,230 gpd. The metered pump-
age from Dec. 2, 1946 to July 2, 1947 averaged 
158,860 gpd. 
The existing pump installation made in July, 
1940 is: 180 ft. of 6-in. column pipe; 10-in., 7-
stage American Well Works turbine pump, Shop 
No. 63609, rated at a capacity of 350 gpm. against 
290 ft. of head; 180 ft. of 1/4-in. gi. air line; 40-
hp. U. S. electric motor. 
Analysis of a sample (Lab. No. 110,906) col-
lected July 3, 1947 after 1-hr. pumping at 415 
gpm. showed this water to have a hardness of 21.5 
gr. per gal. , a residue of 449 ppm., and an iron 
content of 0.6 ppm. 
The initial water supply installed by the vi l -
lage of Crystal Lake in 1913 consisted of a dug 
well 8 ft. in diameter and 32 ft. in depth below a 
ground surface elevation of 901± ft. and located 
in the city park about 115 ft. southwest of Virginia 
St. and 85 ft. northeast of King St. (approximately 
2500 ft. S. and 500 ft. W. of the N. E. corner of 
Section 6, T. 43 N., R. 8 E.). The top of the well 
was in a pit about 15 1/2 ft. below the ground su r -
face and the bottom was in water-bearing sand 
LABORATORY NO. 110,906 
2 - C r y s t a l Lake 
and g r a v e l . The wel l was c u r b e d with c o n c r e t e 
b locks laid with open j o i n t s . 
When the wel l was comple ted w a t e r r o s e to 
about 17 ft. below the ground s u r f a c e . On Nov. 
13, 1922 the wa te r l eve l was 22.6 ft. be low the 
ground su r face af ter an idle pe r i od of 2 1/2 h r . 
and when pumping at 225 gpm. for 2 h r . the d r a w -
down was 7 ft. A produc t ion t e s t was made by the 
State Water Survey on Oct . 23 , 1925. Before the 
t e s t the d i s tance to w a t e r was 23.4 ft. be low the 
ground su r face af ter an idle pe r iod of a l m o s t 19 
h r . Pumping was s t a r t e d at a r a t e of 466 gpm. 
and gradua l ly d e c r e a s e d to 300 gpm. dur ing a 
per iod of 1 1/4 h r . The drawdown dur ing th i s 
pe r iod was 7 ft. Pumping was continued at a r a t e 
of 300 gpm. for 1 1/2 h r . , at the end of which the 
tota l d rawdown was 7.85 ft. and a s t a t e of e q u i l i -
b r i u m was not a t t a ined . 
The d i s tance to w a t e r was 19 1/2 ft. be low 
the n o r m a l ground leve l on July 3 , 1947. 
The well was cont inued as the p r i n c i p a l sou rce 
of the public w a t e r supply unt i l 1930 when a new 
wel l was p laced in s e r v i c e . 
The dug w e l l h a s n o t b e e n in use s ince July 20, 
1943. A cent r i fugal pump and 25 -hp . West inghouse 
e l e c t r i c mo to r a r e s t i l l in p l a c e , but the mo to r 
was d i sconnec ted . 
The wel l now in s e r v i c e as the p r i n c i p a l 
s o u r c e of the public supply was d r i l l ed in 1930 
to a depth of 2000 ft. by W. L. T h o r n e Co . , Des 
P l a i n e s , and loca ted 76 ft. south of F r a n k l i n Ave . 
and 61 ft. 4 in. wes t of Col lege St. ( app rox ima te ly 
1080 ft. S. and 2450 ft. W. of the N. E. c o r n e r of 
Sect ion 5.). The e leva t ion at the g round sur face 
is 917± ft. The hole and cas ing r e c o r d is given 
in Table 1. 
TABLE 1 
Hole R e c o r d 
20- in . f r o m 0 to 234 ft. 
16- in . f rom 234 to 248 ft. 
12- in . f r o m 248 to 569 ft. 
10- in . f r o m 569 to 964 ft. 
8- in . f rom 964 to 2000 ft. 
Cas ing and L i n e r R e c o r d 
20- in . f rom 0 to 234 ft. 
16- in . f rom 205 to 242 ft. 6 in . 
10-in. f rom 235 to 569 ft. 
8- in. l iner f r o m 748 to 964 ft. 
After comple t ion of the wel l when pumping at 
318 gpm. the drawdown was 69 ft. below a non-
pumping wa te r l eve l of 200 ft. be low the ground 
s u r f a c e . 
The ex is t ing pump ins t a l l a t i on , m a d e in 1942, 
i s : 380 ft. of 6- in. column p ipe ; 10- in . , 12 - s t age 
A m e r i c a n Well Works tu rb ine p u m p , Shop No. 
66265, r a t e d at a capac i ty of 400 gpm. aga ins t a 
head of 500 ft.; 380 ft. of 1/4-in. g i . a i r l ine; 20 
ft. of 6- in . suc t ion p ipe; 100-hp . West inghouse 
e l e c t r i c m o t o r . 
Wa te r l e v e l s below the pump base a r e given 
in Tab le 2 . 
TABLE 2 
M e t e r e d pumpage f rom May 1, 1943 to July 1, 
1945 a v e r a g e d 278,168 gpd. 
Ana lys i s of a s a m p l e (Lab . No. 110,907) c o l -
lec ted July 3 , 1947 after 7 - h r . pumping a t an e s t i -
m a t e d r a t e of 400 gpm. showed th i s wa te r to have 
a h a r d n e s s of 14.0 g r . pe r ga l . , a r e s i d u e of 292 
p p m . , and an i r o n content of 0.3 p p m . 
CRYSTAL HEIGHTS 
C r y s t a l Heights subdiv is ion i s located on E a s t 
C r y s t a l Lake Ave . , jus t a t the c i ty l im i t s and 
no r th of the Chicago and N o r t h w e s t e r n Rai lway . 
Wa te r is supplied f r o m a wel l which is l o -
ca t ed a p p r o x i m a t e l y 750 ft. S. and 2900 ft. E. of 
the N. W. c o r n e r of Sect ion 4, T. 43 N. , R. 8 E. 
and owned and o p e r a t e d by the C r y s t a l Heigh ts 
Assoc ia t ion which was fo rmed on Sept . 20, 1943 
by 16 p r o p e r t y o w n e r s . The top of the wel l , which 
h a s an 8- in . cas ing , is loca ted in a pit about 6 ft. 
below a ground sur face of 940± ft. The wel l h a s 
been deepened f rom 178 to 238 ft. and is equipped 
with a Deming tu rb ine pump, S e r i a l No. MT 2355 
powered by a 3 -hp . G e n e r a l E l e c t r i c m o t o r . D u r -
ing a t e s t the wel l was r e p o r t e d to p roduce 60 
gpm. for 5 h r . without lower ing the w a t e r l eve l . 
A n a l y s i s of a s ample (Lab . No. 111,018) c o l -
lec ted July 10, 1947 f rom the p r e s s u r e tank after 
5 -h r . pumping at 60 gpm. showed th is wa te r to 
Crystal Lake - 3 
have a hardness of 17.8 g r .pe r gal., a residue of 365 ppm., and an iron content of 1.0 ppm. 
Sample-study and d r i l l e r ' s log of well drilled in 1930 furnished by the State Geological Survey: 
LABORATORY NO. 110.907 
4 - C r y s t a l Lake 
LABORATORY NO. 111,018 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed in 1915 
by the city of Cuba (1620). 
Water was obtained originally from a well, 
drilled in 1914 to a depth of 1768 ft. by W.H.Gray 
and Bros . , Chicago, and located on the south side 
of the Toledo, Peoria and Western R. R. and on 
the east side of Ave. A (or approximately 250 ft. 
N. and 1150 ft. E. of the S. W. corner of Section 
17, T. 6 N., R. 3 E.). The ground surface eleva-
tion at the well-site is 677t ft. 
The well known as Well No. 1, was cased with 
16-in. pipe from the surface to 34 ft. and with 
12-in. pipe from the surface to 317 ft. The hole 
was finished 12 in. in diameter from 317 to 1000 
ft. and 10-in. in diameter from 1000 ft. to the bot-
tom. When the well was completed, a production 
test was made by the dr i l ler , who reported a s ta-
tic water level of 103 ft. below ground level and 
after 34-hr. pumping at a final rate of 164 gpm., 
the drawdown was 39 ft. After stopping the pump, 
the water level recovered to 103 ft. within a few 
minutes. In 1936 the non-pumping water level was 
125 ft. 
Due to the high mineral quality of the water, 
it was necessary to repair the pumping equipment 
every few years . In 1929 about one-half of the 
meters were out of service because of clogged 
condition. In Jan. 1943, while removing the cyl-
inder and column pipe, a cable broke and the 
equipment dropped in the well. A new turbine, 
rated at 75 gpm. and set at 109 ft. was installed 
CUBA 
Fulton County 
July 15, 1947 
and the well has been used as an emergency unit 
since that t ime. 
Analysis of a sample (Lab. No. 119,405) col-
lected Sept. 21 , 1949 showed this water to have a 
hardness of 36.8 gr. per gal., a residue of 2380 
ppm., and a t race of iron. 
In an effort to obtain water of more desirable 
mineral quality and at the same time a more 
abundant supply, an electrical earth resistivity 
survey was made by the State Geological Survey 
in 1941. The area surveyed, extended west one 
mile and north two miles from the city. By Sept. 
1944, thirty-eight test wells had been drilled to 
bedrock, which is about 40 ft. below the /surface 
in that a rea . The resistivity survey was extended 
in Oct. 1944 to cover a reas adjacent to Put Creek, 
2 1/2 miles northwest and north of the city, and in 
an area of suspected buried valley of the Spoon 
River, about 5 to 6 miles southwest of the city. 
At this time consideration was given to the 
possibility of installing a surface water supply in 
two nearby creek valleys, Put Creek and Big 
Creek. The former was abandoned because Put 
Creek receives waste waters from coal mine op-
erations. The latter was abandoned because there 
are coal outcroppings present . 
The construction of a concrete well was a t -
tempted by Frank Foote in 1945. The well was 
designated as Well No. 2, and was located in the 
Strip mine area on the east side of State Highway 
Correlated dr i l l e r ' s log of well drilled in 1914 furnished by the State Geological Survey: 
2 - Cuba 
LABORATORY NO. 119,405 
No. 97, about 1 1/4 mile south of town (or approxi-
mately 2000 ft. N. and 2400 ft.W. of the S. E. cor -
ner of Section 29, T. 6 N., R. 3 E.). 
A 40-in. od. concrete pipe casing was sunk to 
a depth of 22 ft. below a ground elevation of 650± 
ft. Fine sand was encountered at this depth and 
the 40-in. casing could not be lowered further. A 
16-ft. section of 16-in. id. or 26-in. od. porous 
concrete screen was then sunk to bedrock at a 
depth of 39 ft. Solid concrete pipe sections, 16-
in. id. were placed from the top of the screen to 
ground level. The bottom of the screen was not 
sealed. 
It was reported that, when pumping at 60 gpm. 
the water level was at 22 ft. and the water could 
be seen to be boiling up in the well. On cessation 
of pumping, 5 ft. of sand was found in the well. A 
12-in. concrete plug was then poured in the bot-
tom of the well. After an additional 10-hr. pump-
ing, the water did not clear any, the suspended ma-
ter ia l being a fine clay. Static water level was 
said to be 8 ft. and the specific capacity to be 9.0 
gpm. per foot of drawdown. Neither the pump 
level nor the pumping rate were reported. The 
aquifer was a cemented, dirty fine sand and nor-
mal static water level was about 4 in. higher than 
in the str ip mine pit, about 30 ft. to the east . 
In the summer of 1946, while constructing 
Well No. 3, Hayes and Sims, Champaign, recon-
structed Well No. 2. A 6-ft. section of 12-in. 
screen was placed below 12-in. steel casing and 
the annular space outside the 12-in. casing and 
screen was filled with gravel of unreported gra-
dation. The finished depth of the well was 35.8 ft. 
The dril ler reported that the well yielded 40 gpm. 
with the pumping level just above the screen. The 
water was clear . 
The well was equipped with an American Well 
Works turbine pump rated at 100 gpm., with the 
bottom of a 3-ft. length of suction pipe, set at 18 
in. above the bottom of the well. 
On Jan. 8, 1947, after one-hour non-pumping 
period the water level in Well No. 2 was reported 
to be 17.9 ft. At the same t ime, it was found that 
the gravel pack had dropped to 23.3 ft. below the 
surface. The drop in the gravel pack was a t -
tributed to some one having operated the pump at 
full capacity instead of at the throttled rate of 60 
gpm. or less which had been prescribed for this 
well. 
On Feb. 21, 1947 after a 45-day period of 
pumping simultaneously in Wells No. 2 and 3, the 
2 meters showed a total production of 800,000 
gal. for the period or an average production rate 
from each well of 12.3 gpm. Both pumps were 
breaking suction, and both pumps were d i s -
charging sand. The meter at each well had con-
siderable sand in it. 
Twenty minutes after stopping the pumps the 
water level in Well No. 2 was 21 ft. and at 40 
minutes, the water level was 20.3 ft. 
Analysis of a sample (Lab. No. 109,544) col-
lected Feb. 21, 1947 after 45-days pumping 
showed the water to have a hardness of 30.2 gr . 
per gal., a mineral content of 718 ppm., and an 
iron content of 0.2 ppm. 
In July 1947, Well No. 2 was reported to be 
abandoned. 
Well No. 3 was completed in 1946 to a depth of 
35.9 ft. by Hayes and Sims, and located about 50 ft. 
northwest of Well No. 2, or about 150 ft. east of 
State Highway No. 97. The well was cased with 
12-in. id. solid concrete pipe, with a 6-ft. section 
of 12-in. id. porous concrete pipe screen. The 
dri l ler reported that, when completed, the well 
produced 35 gpm. with the water level just above 
the screen. The water was c lear . 
The pumping equipment includes an American 
Well Works turbine pump, rated at 100 gpm. with 
a 3-ft. length of suction pipe set with the bottom 
at 18-in. above the bottom of the well. The top of 
the pump base is 2.0± ft. above ground level. 
On Jan. 9, 1947, after a one-hour non-pumping 
period, the water level was 17.3 ft. below the top 
of the pump base. It was reported that the top 
of the gravel pack in Well No. 3 was at the ground 
surface and had not lowered as in Well No. 2. On 
Feb. 21, 1947 after a 45-day pumping period from 
both wells No. 2 and No. 3 the mete rs indicated 
an average production from each well of 12.3 gpm. 
Cuba - 3 
The pump in Well No. 3 was shut down and after 
15 minutes the water level in Well No. 3 was 22.8 
ft. and after one hour the water level was 19.1 ft. 
In Apr. 1948, it was reported that Well No. 3 
had been rehabilitated and was the principal 
source of supply for the city. The production 
rate was estimated to be 30 gpm. Well No. 3 has 
not been used since July 1949, at which time it 
was reportedly yielding less than 7 gpm. On Sept. 
26, 1949 the water level was 17.08 ft. below the 
pump base . 
Analysis of a sample (Lab. No. 109,545) col-
lected Feb. 21, 1947 after 45-days pumping 
showed the water to have a hardness of 19.3 gr. 
per gal., a mineral content of 3 74 ppm., and an 
iron content of 0.1 ppm. 
In July 1947 pumpage was estimated to aver -
age 36,000 gpd. 
LABORATORY NO. 109,545 
Illinois State Water Survey - Bulletin No. 40 
The public water supply for the village of 
Cullom (509) was installed in 1907. 
The first well was reported to be drilled to a 
depth of 280 ft., but the water was obtained from 
a 12-ft. deposit of sand and gravel and quicksand 
at a depth of 140 ft. and at a rate of 25 gpm. The 
well was located near the center of the village. 
Analysis of a sample (Lab. No. 18273) col-
lected Oct. 5, 1908, showed this water to have a 
hardness of 61 gr. per gal., a mineral content of 
2056 ppm., and a high iron content. 
In 1914 a well was drilled to a depth of 1670 
ft. near the old well (or approximately 650 ft. N. 
and 2200 ft. W. of the S. E. corner of Section 23, 
T. 28 N., R. 8 E.). The elevation of the ground 
surface at the well-site is 656 ft. 
Sample-study and dr i l l e r ' s log of well drilled in 
1914 furnished by the State Geological Survey: 
CULLOM 
Livingston County 
Sept. 2, 1947 
A definite casing record is not available, but 
it is reported that the casing is 10 in. in diame-
ter at the top and extends to 400 or 500 ft. depth. 
A small flow of salt water was encountered some-
where above 700 ft. 
The well is equipped with an American Well 
Works single-acting deep-well pump, having a 
5 3/4-in. cylinder and 21-in. stroke. The work-
ing ba r re l is 60 in. long and is attached to 180 ft. 
of 6-in. discharge pipe. A 15-ft. length of 5-in. 
suction pipe is attached to the bottom of the work-
ing ba r r e l . Power is furnished by a 15-hp. Gen-
eral Electric motor, rated at 845 rpm. The pump 
is operated 7 to 11 hr . daily. 
In 1916 the water level was 70 ft. below the top 
of the well. 
Analysis of a sample (Lab. No. 35953) col-
lected Nov. 16, 1916 showed the water to have a 
hardness of 4.5 g r . p e r gal., a mineral content of 
1072 ppm., and an iron content of 0.5 ppm. A 
sample collected July 29, 1930 was found to have 
a mineral content of 2267 ppm. 
On May 31, 1947 samples (Lab. No. 110,478-
110,487) collected for a quality-source test 
showed the following composition. The pump had 
been idle for a period of 13 h r . 
The higher sulfate content of the samples col-
lected at the beginning of the tes t shows the p r e s -
ence of some drift water entering through a leak-
ing casing. The exceptional chloride content at 
4:41 PM represents a high proportion of water 
from the upper Silurian or lower Pennsylvanian 
formation. The samples from 4:14 to 5:11 were 
also noted to have a very strong odor of H2S. 
LABORATORY NOS. 110,478-110,487 
2 - Cullom 
The last 3 samples were largely representative 
of water from the bottom of the well although some 
hydrogen sulfide water was still evident. 
In July 1945 an electr ical earth resistivity 
survey was made by the State Geological Survey. 
The survey completely surrounded the village of 
Cullom for a distance of at least 2 1/2 miles in 
any direction. 
In Feb. 1947, Hayes & Sims, Champaign, drilled 
a test well for the village. It was located east of 
the east end of Jeffrey St. 
The well was drilled to a depth of 152 1/2 ft. 
and penetrated sand and gravel from 131 to 152 1/2 
ft. A 2-in. casing was installed with a sand 
point, 7 ft. 10 1/2 in. long, placed at the bottom. 
The water level was reported at 32 ft. below the 
ground surface, and water was pumped by air 
lift for 1 1/4 h r . at a rate of 16 gpm. 
Analysis of a sample (Lab. No. 109,328) col-
lected Feb. 24, 1947 after 1 1/4-hr. pumping at 
16 gpm., showed the water from this test well to 
have a hardness of 45.0 gr. per gal., a mineral 
content of 1218 ppm., and an iron content of 3.5 
ppm. 
Village Well No. 2 was completed in Aug. 
1947 at a location 10 ft. east of the test well 
drilled in Feb. 1947 (or approximately 725 ft. N. 
and 550 ft. W. of the S. E. corner of Section 23.). 
The well was drilledby Hayes & Sims to a depth of 
152 1/2 ft. below ground level and cased with 
145 ft. of 8-in. pipe and 10 ft. of Johnson Ever -
dur screen. The top of the casing is three feet 
above ground level, and the upper five feet of the 
screen has No. 40 slot openings, and the lower 
five feet has No. 60 slot openings. The lower 
21 1/2 ft. of the well was reported to penetrate 
sand and gravel. 
A production test was made on Aug. 29, 1947 
by the State Water Survey after the well had been 
developed with a surge block. A rig-operated 
cylinder pump was installed for test purposes. 
Before starting the test , the water level was 
35 ft. below the proposed pump base (2 ft. above 
ground level). After pumping five hours at 118 
gpm. the drawdown was 18 1/2 ft. Nine minutes 
after stopping the pump, the water level had r e -
turned to within 1.7 ft. of the starting level. 
Analysis of a sample (Lab. No. 111,683) col-
lected Aug. 29, 1947 after five-hours pumping 
at 118 gpm., showed the water from Well No. 2 to 
have a hardness of 44.0 gr . per gal., a residue of 
1438 ppm., and an iron content of 3.6 ppm. 
The water is not treated. 
Pumpage is estimated at 25,000 gpd. 
LABORATORY NO. 111,683 
Illinois State Water Survey - Bulletin No. 40 
The village of Cutler (590) installed a public 
water supply in 1941. 
Water is obtained from a well drilled in 1940 
to a depth of 550 ft. by Glen Clark, Fredericktown, 
Mo., and located about 100 ft. south of the Mis-
souri-Pacific Railroad and 100 ft. west of Market 
St. (or approximately 2080 ft. N. and 2300 ft. W. of 
the S. E. corner of Section 5, T. 6 S., R. 4 W.). 
The elevation of the ground surface at the well 
site is 500± ft. 
Correlated dr i l le r ' s log of well drilled in 1940 
furnished by the State Geological Survey: 
The hole and casing record is given in Table 
1. 
The pump assembly consists of: 170 ft. of 
column pipe; 6-in., 20-stage, Pomona turbine 
pump No. SW76; 8.2 ft. overall length, rated at 
50 gpm. against 240 ft. of head; 5 ft. of suction 
pipe; 5-hp. Westinghouse electric motor. 
A production tes t was made by the State Wa-
ter Survey on Feb. 12, 1940. When pumping at a 
CUTLER 
P e r r y County 
Mar. 11, 1948 
rate of 33 gpm., the drawdown was below the 
bottom of the air line, or more than 77 ft. below 
the non-pumping water level of 93 ft. from the 
top of the 6-in. casing (1 1/2 ft. above ground 
level). 
TABLE 1 
Hole Record 
Caving shale formations necessitated extensive 
use of casing and reduction of hole s izes . Bot-
tom of hole drilled with bit working through 4 7/8-
in. casing. 
Casing Record 
8-in. pipe from surface to 36 ft. 
6-in. pipe from surface to 212 ft. 
4 7/8-in. pipe from 175 to 495 ft. 
Analysis of a sample (Lab. No. 87254) col-
lected Feb. 12, 1940, showed the water to have a 
hardness of 32.3 gr. per gal., a residue of 1084 
ppm., and an iron content of 1.7 ppm. and a free 
CO2 content of 50 ppm. 
The quality of the water changed considerably 
as shown by analysis of a sample (Lab. No. 113,695) 
collected Mar. 4, 1948 after 15-min. pumping at 
30 gpm. showed the water to have a hardness of 
10.8 gr. per gal., a residue of 313 ppm. and an 
iron content of 0.7 ppm. 
Pumpage is estimated to average 12,600 gpd. 
LABORATORY NO. 113,695 
Illinois State Water Survey - Bulletin No. 40 
A public water supply, was installed by the 
village of Dalzell (496) in 1941. 
An electr ical earth resistivity survey was 
made by the State Geological Survey in Nov., 
1940. Recommendations were made for location 
of test hole drilling. In March 1941, a well was 
drilled by Daniel Schmidt, Mendota, and located 
2100 ft. N. and 600 ft. W. of the S. E. corner of 
Section 24, T. 16 N., R. 11 E. 
The well was reported to be 41 ft. deep, 8 in. 
in diameter, and equipped with 8 ft. of 7 1/2-in. 
Cook screen having No. 18 slot openings. The 
top one foot of the screen was not exposed to the 
water-bearing sand. A short production test was 
made by the State Water Survey on March 10, 
1941. The non-pumping water level was 24 1/2 
ft.belowthe ground surface; andafter 2-hr. pump-
ing at 20 gpm.,the water level was below the 30-
ft. length of air line; and after 3 1/2-hr. pumping 
at 16 gpm., the water level was lowered to the 
bottom of the suction pipe at a depth of 40 2/3 ft. 
The well produced 16 to 20 gpm., and was aban-
doned because of undesirable quality of the water. 
Water is now obtained from a well drilled in 
June, 1941 by Daniel Schmidt, and located on the 
west side of Spring Creek west of the village (or 
approximately 2240 ft. S. and 10 ft. E. of the N.W. 
corner of Section 24). It was drilled to a depth of 
DALZELL 
Bureau County 
July 31, 1947 
14 1/2 ft. below a ground surface elevation of 
575± ft., and was cased with 10 ft. of 8-in. pipe 
below which is 8 ft. of 8-in. Johnson Everdur 
screen having No. 16 slot openings. The top of 
the casing is 3 1/2 ft. above ground level. 
The pump assembly consists of 6-in. Ameri -
can Well Works turbine pump, No. 64909, rated 
at 50 gpm. against a head of 125 ft. at 1720 rpm.; 
5-hp. U. S. motor, Serial No. 259375. A plate 
was installed in the discharge of the pump to con-
trol the production to 40 gpm. or l ess . 
A production test was made June 25, 1941 by 
the State Water Survey. A Rex direct-suction 
pump was hooked up to a 2 1/2-hp. gasoline mo-
tor . The non-pumping water level was 5 3/4 ft. 
below the ground surface; and after 5 1/2-hr. 
pumping at 37 1/2 gpm., the drawdown was 4 ft. 
Analysis of a sample (Lab. No. 111,333), col-
lected July 31, 1947 from a tap at the plant about 
3/4 miles from the well showed the water to have 
a hardness of 26.0 gr. per gal., a residue of 535 
ppm. and an iron content of 0.3 ppm. 
A softening unit is installed but was not in op-
eration on July 31, 1947. 
Pumpage is estimated at 25,000 gpd. 
LABORATORY NO. 111,333 
I l l ino is State Water Survey - Bul le t in No. 40 
A publ ic w a t e r supply was i n s t a l l ed in 1891 by 
the v i l lage of Danforth (362). 
Water was obta ined f rom a 108-ft . d r i l l ed 
wel l loca ted a c r o s s the s t r e e t f r o m the pumping 
s ta t ion n e a r the c e n t e r of the v i l l age . The wel l i s 
c a s e d with 3 - in . pipe and is u s e d by the public for 
d r ink ing . A hand pump is u sed with a cy l inder s e t 
a t 40 ft. 
In 1896, Well No. 1 w a s d r i l l e d to a depth of 
1250 ft. and loca ted at the pumping s ta t ion on the 
nor th s ide of Je f fe rson St . and e a s t of F r o n t St . 
The wel l was c a s e d with 6- in . pipe to r o c k , and 
it was sa id to have a l i ne r at a depth of about 500 
ft. The ground su r f ace e leva t ion a t the w e l l - s i t e 
is 645± ft. 
In 1922, the pumping equ ipment c o n s i s t e d of 
a cy l i nde r pump se t at 350 ft. The non-pumping 
w a t e r l eve l w a s 80 ft. and when pumping at 13 
gpm. for 20 m i n u t e s , the y ie ld w a s l im i t ed and 
i t w a s thought the w a t e r was d r a w n down to the 
cy l i nde r . In 1937, when pumping , the w a t e r l eve l 
w a s lowered to the bo t t om of the p u m p . Air e s -
caped with the w a t e r . 
Wel l N o . 1 h a s not b e e n in s e r v i c e s ince 1939. 
The p lunger pump i s i n p l a c e , but t h e d i s c h a r g e 
l ine h a s b e e n d i sconnec t ed . 
A n a l y s i s of a s a m p l e ( L a b . No . 82392) c o l -
l e c t e d Nov. 16, 1937 showed t h i s w a t e r to have a 
h a r d n e s s of 9.9 g r . p e r g a l . , a r e s i d u e of 1248 
p p m . , and no i r o n . 
About 1918, a 4 - f t . d i a m e t e r w e l l w a s dug to 
a depth of 108 ft. and loca ted at the s ide of the 
pumping s t a t i on . The b o t t o m of the wel l was in 
a 3-ft . s t r a t u m of sand f r o m which m a n y of the 
p r i v a t e w e l l s w e r e obtaining wa t e r . Dur ing a 
yield t e s t of the we l l , the w a t e r l eve l w a s l owered 
in the o ther w e l l s . The wel l caved in a t a depth 
of 80 ft. and was abandoned, and filled in wi th 
e a r t h . 
In 1935, two we l l s w e r e d r i l l e d by L a r s J e n -
s e n , Clifton. 
Well No. 2 was d r i l l e d to a depth of 164 ft. 
and loca t ed on A d a m s St. one b lock no r th of the 
old wel l (or a p p r o x i m a t e l y 1350 ft. S. and 50 ft. 
W.of the N. E. c o r n e r of Sect ion 18, T. 27 N . , R. 
14 W.). The ground e leva t ion is 647± ft. 
The wel l was c a s e d to r o c k with 4 - i n . p ipe . 
The pumping equ ipment cons i s t ed of a Deming 
p lunger p u m p , ope ra t ed by a 3 -hp . , 1160 r p m . 
DANFORTH 
I roquo i s County 
Nov. 18, 1948 
West inghouse e l e c t r i c m o t o r . 
C o r r e l a t e d d r i l l e r ' s log of Wel l No. 2 furnished 
by the State Geolog ica l Survey: 
Well No. 2 was abandoned in 1939. The pump 
w a s r e m o v e d and i n s t a l l e d in the m a i n pumping 
s t a t ion , to p u m p w a t e r f r o m the r e s e r v o i r to the 
d i s t r i bu t ion s y s t e m . 
A n a l y s i s of a s amp le ( L a b . No. 82389) c o l -
l ec ted Nov. 16, 1937 showed t h i s w a t e r to have a 
h a r d n e s s of 24.4 g r . p e r ga l . , a r e s i d u e of 1125 
p p m . , and no i r o n . 
Well N o . 3 w a s d r i l l e d to a depth of 100 ft. 
and loca ted one b lock w e s t of Well No. 2 , (or a p -
p r o x i m a t e l y 1150 ft. S. and 375 ft. W. of the N . E . 
c o r n e r of Sec t ion 18.). The wel l was c a s e d with 
100 ft . of 4 - i n . pipe and with no s c r e e n . The b o t -
t o m of the we l l i s i n g r a v e l . 
The pumping equ ipmen t c o n s i s t e d of a Deming 
p lunger p u m p , N o . 48294 , o p e r a t e d by a 2 - h p . 
C e n t u r y e l e c t r i c m o t o r . Well No . 3 w a s abandoned 
in 1939. The p u m p w a s r e m o v e d and i n s t a l l ed in 
a wel l l e a s e d by the v i l l a g e . 
Ana lys i s of a s a m p l e (Lab . N o . 82388) c o l -
l ec t ed Nov. 16, 1937 showed t h i s w a t e r to have a 
h a r d n e s s of 9.5 g r . p e r g a l . , a r e s i d u e of 607 
p p m . , and an i r o n con ten t o f 0 .6 p p m . 
In 1939 the v i l l age l e a s e d a p r iva t e w e l l l o -
c a t e d about 0.2 m i l e n o r t h and 1.3 m i l e s w e s t of 
Wel l N o . 1 . The w e l l w a s d r i l l e d in 1934 to a r e -
p o r t e d dep th o f 208 ft. and i s c a s e d wi th 4 - i n . p i p e . 
T h e ground e l eva t i on a t t h e w e l l - s i t e i s 660± ft. 
T h i s we l l h a s fu rn i shed the e n t i r e public s u p -
p ly s i n c e Nov . 18, 1939 and is equipped wi th a 
Deming p lunge r p u m p , hav ing a 2 3 / 4 - i n . by 4 - f t . 
cy l inde r a t t a ched to 60 ft. of 3 - in . d r o p p i p e . 
T h e pump i s o p e r a t e d a s a s i n g l e - a c t i n g p lunger 
p u m p wi th an 18- in . s t r o k e , a t a r a t e of 25 s p m . 
T h e 2 - h p . C e n t u r y e l e c t r i c m o t o r w a s r e m o v e d 
f r o m Wel l N o . 3 . 
A n a l y s i s of a s a m p l e (Lab . N o . 116,360) c o l -
lec ted Nov. 5, 1948 showed t h i s w a t e r to have a 
2 - Danforth 
hardness of 2.3 gr. per gal., a residue of 859 
ppm., and an iron content of 0.2 ppm. 
All water is chlorinated. 
Pumpage is estimated to average 10,000 gpd. 
LABORATORY NO. 116,360 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the vi l -
lage of Danvers (705) about 1892. 
Water was obtained originally from a deep 
drift well, drilled about 1892. This well furnished 
the entire village supply until 1906. The well was 
abandoned about 1915. 
A second well was drilled in 1900 for an e m e r -
gency supply. This well was crooked and was 
abandoned. 
A well drilled in 1905 for an emergency sup-
ply failed when no water had been encountered at 
a depth of 218 ft. This well was 25 ft. east of the 
original well. 
In 1906, a well, called the South Well, and now 
referred to as Well No. 1, was drilled, 6 ft. south 
of the first well, on Main St. between Broadway 
and Chatham St. (or approximately 900 ft. S. and 
500 ft. W.of the N. E. corner of Section 23, T. 24 
N., R. 1 W.). The surface elevation is 825± ft. 
This well was reported to be 208 ft. deep and 
cased with 6-in. pipe to a depth of 195 ft., below 
which was a 10-ft. length of Cook screen. Water 
was withdrawn from a s t ra tum of fine sand which 
contained quantities of natural gas. 
The original pumping equipment consisted of 
a 6-in. by 24-in. Cook single-acting deep well pump 
with steam head, rated at 130,000 gpd. when op-
erating at 30 gpm. The working bar re l of the 
pump was set at a depth of 205 ft. This pump was 
replaced in 1920 by a Fairbanks-Morse deep well 
cylinder pump with a 4 1/2-in. working ba r r e l . 
The non-pumping water level in 1922 was reported 
to be 173 ft. below the surface, and in 1936 the, 
non-pumping water level was reported to be 206 
ft. below the ground surface. 
A new screen was installed in this well in 
1932. 
In 1939 it was reported that the production of 
the well dropped from 16 to 8 gpm. after a few 
hours pumping. The water level was reported to 
be within 8 ft. of the bottom of the well. The well 
is abandoned and the casing plugged with cement 
to a depth of about 15 ft. below the pump base . 
The North Well, now called Well No. 2, was 
drilled in 1916 and located 20 ft. north of Well No. 
1. This well is reported to be 8 in. in diameter, 
218 ft. deep, and to be cased with 10-in. pipe to 
a depth of 208 ft. with a 10-ft. length of Cook 
screen placed in the bottom of the well. Water 
comes from a stratum of fine sand containing 
DANVERS 
McLean County 
Oct. 8, 1948 
quantities of natural gas. 
The original pumping equipment consisted of 
an 8-in. by 36-in. Cook single-acting deep-well 
pump with a steam head, rated at 225,000 gpd. 
when operating at 30 gpm. 
In 1920 the well was equipped with a Fai rbanks-
Morse deep-well cylinder pump, No. 4038, bel t-
connected to shaft driven by 20-hp. Fa i rbanks-
Morse kerosene engine. 
The non-pumping water level in 1922 was r e -
ported to be 173 ft. below the surface. 
The screen in this well was cleaned and r e -
placed in 19.26. 
In 1936 it was reported that the production of 
the well dropped from 16 to 8 gpm. after a few 
hours pumping, and that the non-pumping water 
level was within 8 ft. of the bottom of the well. 
Well No. 2 is maintained as a standby unit. 
Analysis of a sample (Lab. No. 85190) col-
lected Feb. 24, 1939 showed the water to have a 
hardness of 19.7 gr. per gal., a residue of 522 
ppm., and an iron content of 2.7 ppm. Methane 
gas was found to be present in a concentration of 
5.0 cu. ft. per 1000 gal. 
An electrical earth resistivity survey within 
the incorporated limits of Danvers was made by 
the State Geological Survey in Mar. 1939. High 
resistivity values were reported in the eastern 
part of the village. 
Well No. 3 was drilled in 1939 to a depth of 
428 ft. by John Bolliger & Sons, Fairbury, and was 
located near the water works, or 5 ft. north and 
10 ft. west of Well No. 2. This well was 6 in. in 
diameter, and equipped with 20 ft. of 6-in. John-
son Silicon Red Brass Welded screen, having No. 
15 slot openings. Eighteen feet of the screen is 
exposed. 
A production test was made by the State Wa-
ter Survey on Oct. 16, 1939. For test purposes, 
a turbine pump, belt-driven by a gasoline engine, 
was installed. The well produced 104 gpm. with 
a drawdown of 12 ft. from a non-pumping water 
level of 284 1/2 ft. below the ground surface. 
When the pumping rate was ra ised to 190 gpm. for 
4 minutes the drawdown increased to 21 i/Z it. 
After pumping stopped, the water level rose to 
within 1/4 ft. of the non-pumping level in 3 
minutes. A considerable quantity of inflammable 
2 - Danvers 
methane gas was noted to be present during the 
test . 
Sample-study log of Well No. 3 furnished by the 
State Geological Survey: 
Due to a crooked bore , the hole was reamed 
and straightened by John Bolliger & Sons in 1939 
and was finished at a depth of 416 1/2 ft. and 
cased with 8-in. pipe to a depth of 400 ft. A 20-
ft. length of 6-in. screen extended from 3 ft. in-
side the casing to the bottom of the well. 
The non-pumping water level, when the well 
was completed, was reported to be 134 ft. On 
May 24, 1946, the water level, after the pump had 
been operating for 5 hr . , was reported to be 236 
ft. On Sept. 30, 1948, after 30-minutes pumping 
the water level was 236 1/2 ft. 
The pumping equipment consists of 320 ft. of 
column pipe; 6-in. Aurora Pump Co. turbine pump, 
No. 11010, rated at 100 gpm. against 320 ft. of 
head; 15-hp. U. S. electric motor. 
Analysis of a sample (Lab. No. 115,974) col-
lected Sept. 30, 1948 after 30-minutes pumping 
showed the water to have a hardness of 18.8 gr . 
per gal., a residue of 656 ppm., and an iron con-
tent of 1.8 ppm. 
All water is aerated, filtered and softened. 
From Sept. 30, 1947 to Sept. 30, 1948, pumpage 
averaged 24,100 gpd. 
LABORATORY NO. 115,974 
Illinois State Water Survey - Bulletin No. 40 
The public water supply was installed by the 
village of Deer Creek (469) in 1913. 
Water is obtained from 2 wells. Well No. 1, 
East Well, was drilled in 1907 and located on 
Main St., 100 ft. south of F i r s t St. (or approxi-
mately 1060 ft. S. and 1340 ft. W. of the N. E. 
corner of Section 16, T. 25 N., R. 2 W.). The well 
is 267 ft. deep below a ground surface elevation 
of 755± ft. 
The well is equipped with an American Well 
Works deep-well pump with a 3 1/2-in. by 24-in. 
cylinder attached to 260 ft. of 4-in. drop pipe and 
operating at 17 strokes per min. The pump is 
belt-operated from an overhead shaft which is 
belt-driven by a 10-hp. electric motor. A 10-hp. 
Fairbanks-Morse oil engine is kept for emergency 
power. At present this well furnishes water for 
the village. 
Well No. 2, West Well, was drilled in 1925 
by Chris Ebert , Washington. It is 265 ft. deep and 
is located 25 ft. west of the old well. 
The well is cased with 255 ft. of 6-in. black 
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steel pipe with 10 ft. of 6-in. b ra s s screen. The 
well has been equipped recently with a 75 gpm. 
turbine pump. 
Correlated dr i l l e r ' s log of Well No. 2 furnished 
by the State Geological Survey: 
When the well was completed in 1925, the 
non-pumping water level was at a depth of 225 to 
230 ft. 
Analysis of a sample (Lab. No. 109,235), col-
lected from a tap near the pump house Feb. 13, 
1947, showed the water from the West Well to 
have a hardness of 17.5 gr. per gal., a mineral 
content of 325 ppm., and an iron content of 0.6 
ppm. 
Pumpage is estimated to be 7500 gpd. 
LABORATORY NO. 109,235 
Illinois State Water Survey - Bulletin No. 40 
Waterworks were first installed by the city of 
De Kalb (9146) about 1875. 
The initial supply was obtained from 2 wells 
each about 2400 ft. deep. These wells were 
abandoned about 1895 when a well, now called No. 
3, was drilled at the main pumping station on the 
southwest corner of Pear l and Anne St. 
In the spring of 1898 a well, now called No. 
1, was drilled. Two other wells were drilled at 
the main pumping station; a 107 ft. drift well 
abandoned in 1908 because of poor production, 
and Well No. 2 drilled in 1912. Another well, now 
known as No. 4, was drilled in 1925-26. Well No. 
5 was acquired from the American Steel & Wire 
Co. in 1941. 
Well No. 1 is located about 135 ft. north of 
Gurler St. and 15 ft. east of Pear l St. (approxi-
mately 2525 ft. N. and 1275 ft. W. of the S. E. 
corner of Section 22, T. 40 N., R. 4 E.) . The e le -
vation of the ground surface is 870± ft. It was 
originally drilled to a depth of 841 ft. in 1898 and 
deepened to 1331 ft. by the J. P. Miller Artesian 
Well Co., Brookfield, in 1912 or 1913. 
The well was rehabilitated by W. L. Thorne 
Co., Des Plaines, in 1936 when it was reamed, 
" s h o t " at depths of 1300, 1250, and 725 ft., and 
cleaned to its original extended depth of 1331 ft. 
The hole, casing and liner record is shown in 
Table 1. 
The existing pump installation was made in 
May, 1943; 210 ft. of 8-in. Toncan-iron column 
pipe; 12-in., 5-stage American Well Works tu r -
bine pump, No. 68054, rated at a capacity of 
1000 gpm. against 235 ft. of head; 230 ft. of 1/4-
in. galvanized air line; 30 ft. of 8-in. Toncan-iron 
suction pipe; 75-hp. General Electric motor; 
Sparling flow meter . The pump discharges to the 
surface storate reservoir at Pea r l and Anne St. 
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TABLE 1 
Hole Record 
15-in. from 0 to 618 ft. 
12-in. from 618 to 911 ft. 
10-in. from 911 to 1331 ft. 
Casing and Liner Record 
15-in. od. from 0 to 161 ft. 
14-in. od. from 348 to 368 ft. 
12-in. id. from 479 to 620 ft. 
10-in. id. from 811 to 911 ft. 
This well is in daily service and now furnish-
es about 800,000 gpd. to the public supply. 
Par t ia l analysis of a sample (Lab. No. 111,965) 
collected Sept. 20, 1947 after 5-hr. pumping at 
930 gpm., showed this water to have a hardness 
of 15.6 gr . per gal., a mineral content of 316 
ppm., and an iron content of 0.9 ppm. 
Well No. 2 is the north well in the main 
pumping station at the southwest corner of Pear l 
and Anne St. (approximately 2350 ft. S. and 1400 
ft. W. of the N. E. corner of Section 22). The 
elevation at the ground surface is 860± ft. This 
well was drilled to a depth of 1306 ft. by the J. P. 
Miller Artesian Well Co. in 1912. 
The well is reported to be cased with 16-in. 
od. pipe from the surface to a depth of 160 ft. A 
10-in. liner was installed between depths of 511 
and 625 ft. and an 8-in. liner between depths of 
795 and 896 ft. 
Upon completion of the well in 1912 a non-
pumping water level of 104 ft. below the casing 
was reported and the production was 306 gpm. 
when pumping with a double-stroke plunger pump 
having a cylinder setting at 175 ft. 
LABORATORY NO. 111,965 
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LABORATORY NO. 111,966 
Sample-study log of Well No. 2 furnished by the 
State Geological Survey: 
In 1921 the non-pumping water levelwas 125 ft. 
below the pump base after an idle period of sev-
era l days. 
On July 20, 1930, after 40 min. of pumping with 
a plunger pump having a 216 ft. cylinder setting, 
the average production was 320 gpm., as calcu-
lated by reservoir measurements . On Oct. 3, 
1931, the non-pumping water level was reported 
to be 130 1/2 ft. below the pump base after an 
idle period of 1 month. 
In 1933, after the installation of a 500 gpm. 
capacity turbine pump at a depth of 268 ft. be -
low the ground surface the production was. r e -
ported to be 510 gpm. In March 1934 the non-
pumping water level was 137 ft. 
The existing pump installation was made in 
June 1939; 240 ft. of 7-in. gwi. column pipe; 
10-in., 7-stage American Well Works turbine 
pump, No. 62691, rated at a capacity of 400 gpm. 
against 280 ft. of head; 260 ft. of 1/4-in. gwi. air 
line (now defective); 30 ft. of 6-in. gwi. suction 
pipe; 60-hp. Westinghouse electric motor. 
On May 18, 1944 a non-pumping water level 
of 140 1/2 ft. below the pump base was found by 
direct measurement and a pumping level of 248 1/2 
ft., after pumping at a rate of 385 gpm. for a 
period of 1 1/2 hr,. during which Well No. 1 was 
in operation. The pump discharges to the su r -
face storage reservoir and was being operated 
about 10 hr . daily in Sept. 1947 at a discharge 
rate of about 320 gpm. 
Part ia l analysis of a sample (Lab. No. 111,966) 
collected Sept. 20, 1947 after pumping 6 hr . at 320 
gpm. showed this water to have a hardness of 
16.4 gr . per gal., a mineral content of 334 ppm., 
and an iron content of 1.7 ppm. 
Well No. 3 is the south well at the main pump-
ing station and is located about 22 ft. south of Well 
No. 2. 
This well was drilled to a depth of 890 ft. about 
1895 and cased with 15-in. od. pipe to rock at a 
depth of 161 ft. No other construction data is 
available. 
In a tes t made in July 1930, when pumping by 
existing air lift, the production was 180 gpm. with 
a drawdown of 18 ft. from a non-pumping water 
level of 113 ft. below the surface. 
The existing pump installation was made in 
1936: 230 ft. of 6-in. od. column pipe; 8-in., 17-
stage American Well Works turbine pump, No. 
57539, rated at a capacity of 250 gpm. against a 
head of 350 ft.; 20 ft. of 5-in. suction pipe; 30-hp. 
U. S. electric motor. The pump when last op-
erated discharged to the reservoi r . 
This well has been in service as an auxiliary 
supply unit but has not been used in 1947. Close 
proximity to Well No. 2 prohibits operation when 
Well No. 2 is in service. 
Well No. 4 was drilled to a depth of 1325 ft. 
by W. L. Thorne Co. in 1925-1926. It is located 
about 15 ft. north of E. locust St. and 60 ft. east 
of Eighth St. (approximately 2500 ft. N. and 2600 
f t .E . of the S. W. corner of Section 23). The e le -
vation of the ground surface is 885± ft. 
The hole, casing and liner record is shown in 
Table 2. 
TABLE 2 
Hole Record 
20 ± in. from 0 to 223 ft. 
16 ± in. from 223 to 623 ft. 
13 ± in. from 623 to 1155 ft. 
12-in. from 1155 to 1325 ft. 
Casing and Liner Record 
20-in. od. from 0 to 223 ft. 
16-in. od. from 563 to 623 ft. 
12-in. id. from 1049 to 1155 ft. 
After the well was completed it was tested on 
May 7, 1926. Water was pumped with a 10-in. 
single-acting plunger pump set at a depth of 190 
ft. After 8-hr. pumping at 270 gpm. apparent 
equilibrium was attained with a drawdown of 32 ft. 
from a non-pumping water level of 131 ft. below 
the ground surface. 
In a test made on June 24, 1930 after pumping 
for 1 hr . at 725 gpm. the drawdown was 97 ft. 
from a non-pumping water level of 149 ft. below 
the pump base. 
The well was repaired in 1938 by W. L. Thorne 
Co. It was " s h o t " at depths of 1275, 1200, 840, 
780, and 720 ft. After the work was completed a 
production test was made on Aug. 23, 1938. When 
pumping at 700 gpm. during the first 6 h r . against 
a pressure of 35 to 36 psi . the drawdown was 
58 1/2 ft. from a non-pumping water level of 152 
ft. below the pump house floor. Pumping was then 
continued at 810 gpm. with a total drawdown of 
68 1/2 ft. at the end of 10 h r . 40 min. 
On July 20, 1945, the non-pumping water 
level was reported to be 172 ft. below the pump 
base and the drawdown was 64 ft. after 1 1/2-hr. 
pumping at 630 gpm. 
The existing pump installation was made in 
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1943: 270 ft. of 8-in. od. column pipe; a 12-in., 
8-stage Pomona turbine pump, Serial No. K853, 
rated at a capacity of 700 gpm. against 350 ft. of 
head; 20 ft. of 7-in. od. suction pipe (No record 
of last installation of air line -assumed to be 270 
ft.); 100-hp. General Electric motor. 
The well is operated as an auxiliary supply 
unit and the water is discharged directly into the 
distribution mains at a rate of 630 gpm. It is in 
daily service during the summer months. 
Well No. 5, formerly owned by the American 
Steel & Wire Co. was acquired by the city in 
1941. It is located about 50 ft. south of the center 
of Oak St. and 320 ft. east of Eleventh St. (ap-
proximately 2450 ft. S. and 1250 ft. W. of the N.E. 
corner of Section 23). The elevation of the ground 
surface is 890± ft. 
The well was drilled to a depth of 1330 ft. in 
1915. 
The hole and casing record is shown in Table 
3. 
TABLE 3 
Hole Record 
16 ± in. from 0 to 183 ft. 
14 ± in. from 183 to 615 ft. 
11 ± in. from 615 to 920 ft. 
10-in. from 920 to 1330 ft. 
Casing Record 
16-in. od. from 0 to 183 ft. 
12 1/2 in. id. from 507 to 615 ft. 
10-in. from 809 1/2 to 920 ft. 
The well was tested on Apr. 12, 1915, pumping 
with an 8 1/2-in., single-acting plunger pump 
placed at a depth of 197 ft. After 3-hr. pumping at 
300 gpm. the drawdown was 55 1/2 ft. from a non-
pumping water level of 131 1/2 ft. below the ground 
surface. 
A production test of 20 1/2-hr . duration was 
made on Mar. 3-4, 1941. Water was pumped at a 
rate of 460 gpm. during the f irs t 3 hr . of the tes t 
and then reduced to 432 gpm. Apparent equil ibri-
um was attained after 5 1/2-hr. pumping and 
maintained throughout the balance of the test . The 
drawdown was 144 ft. from a non-pumping water 
level of 133 ft. below the ground surface. On Mar. 
28, 1947 the non-pumping water level was r e -
ported to be 162 ft., and the pumping level 250 ft. 
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below the pump base. 
The existing pump installation was made in 
Sept. 1941: 310 ft. of 6-in. column pipe; 10-in., 
10-stage American Well Works turbine pump, No. 
64627, rated at a capacity of 400 gpm. against 
420 ft. of head; 310 ft. of 1/4 -in. bronze air line; 
10 ft. of 6-in. suction pipe; 75-hp. General Elec-
t r ic motor. 
The pump discharges directly into the d i s -
tribution system and is generally operated for 
periods of 2 to 6 hr . during the night. The pump 
discharges at a rate of 445 gpm. 
Analysis of a sample (Lab. No. 111,969) col-
lected Sept. 20, 1947 after 2 1/2-hr. pumping at 
445 gpm., showed this water to have a hardness 
of 17.1 gr . per gal., a residue of 328 ppm., and 
an iron content of 0.4 ppm. 
The metered pumpage for the public supply 
from Sept. 1, 1946 to Sept. 1947 averaged 1.1 mgd. 
A maximum record was 1.65 mgd. on Aug. 22, 
1947. Some of the larger consumers of the public 
supply are : Northern Illinois State Teachers Col-
lege, General Electric Co., Englander Co., Wur-
litzer Co., Creamery Package Co., and F. E. 
Schundler and Co. 
Water levels for the city wells are given in 
Table 4. 
LABORATORY NO. 111,969 
TABLE 4 
(1) Denotes production tests made after completion of well repairs and where apparent equilibrium was attained. 
(2) Production test made after well had been idle since about 1938. 
(3) Pumping some sand. 
Illinois State Water Survey - Bulletin No. 40 
The village of Deland (487) made attempts to 
establish a public water supply in 1914 and 1915. 
Three wells were drilled near the village hall, 
each well about 80 ft. deep, into a sand stratum. 
The maximum yield of any well was 15 gpm. 
Another well drilled to a depth of 225 ft. was in 
blue clay and shale below a sand stratum at 80 ft. 
In 1915 a well was drilled to a depth of 1085 ft. 
and salt water was encountered at 510 and 725 ft. 
The well was abandoned. 
In 1933, seven test wells were drilled in and 
near the village and together with an electrical 
earth resistivity survey, made by the State Geo-
logical Survey, there were evidences of the p r e s -
ence of a thin but fairly widespread deposit of 
sand and gravel at a depth of about 85 ft. 
On Oct. 1, 1935 a production test of 6-in. 
Test Well No. 7 was made by the State Water 
Survey. Before the test , the water level was 20 
ft. below a ground surface elevation of 705± ft. 
After 8-hr. pumping at 50 gpm. the drawdown was 
48 1/2 ft. 
In Dec. 1935 a permanent well, No. 1, was 
finished by Chas. Cummings, Gardner, at a depth 
of 83 ft. and located 15 ft. northwest of Test Well 
No. 7, (or approximately 1195 ft. N. and 300 ft. E. 
of the S. W. corner of Section 9, T. 19 N., R. 5 E.). 
This is in the southwestern part of the village, near 
the high school. 
Well No. 1 is gravel-walled with a 26-in. outer 
casing from the surface to 75 ft. and a 12-in. in-
ner casing extending from the surface to 73 1/2 ft. 
below which is a 12-in. Cook screen, 9 1/2 ft. long, 
and having No. 60 slot openings. 
A production tes twas made by the State Water 
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Survey on Dec. 13, 1935. On the 4 days preceding 
the test the pump had operated for 6 hr . daily. 
Before the test the water level was 18 ft. below 
the ground level. After 7 1/2-hr. pumping at 65 
gpm. the drawdown was 45 1/2 ft. 
The pumping equipment was replaced in Mar. 
1948 by new equipment identical to that previously 
in service and now consists of: 74.6 ft. of 4-in. 
column pipe; 6-in., 6-stage Aurora turbine pump, 
No. 9563, rated at 30 gpm. against 100 ft. of head 
at 1750 rpm.; the overall length of the pump is 
6.15 ft.; 5-hp. electric motor, 
On Feb. 16, 1948 after 8-hr. pumping in Well 
No. 1 the water level was 61 ft. and in Test Well 
No. 7 was 34.2 ft. In Aug. 1948 the pump d i s -
charge rate was estimated to be 23 gpm. On 
Sept. 1, 1948 after 3 1/2-hr. pumping in Well No. 
1 at 23 gpm. the depth to water in Test Well No. 
7, 15 ft. southeast, was 33.6 ft. below the top of 
the casing. The top of the casing is 1.6 ft. above 
ground level and about the same elevation as the 
pump base of Well No. 1. 
Analysis of a sample (Lab. No. 115,723) col-
lected Sept. 1, 1948 after 3 1/2-hr. pumping 
showed this water to have a hardness of 31.7 gr. 
per gal., a residue of 689 ppm., and an iron con-
tent of 4.1 ppm. Methane gas was found to be 
present in the water in a concentration of 9.3 cu. 
ft. per 1000 gal. 
The water is aerated, filtered and softened. 
Analysis of a sample (Lab. No. 115,781) collected 
Sept. 1, 1948 showed the treated water to have a 
hardness of 3.8 gr. per gal., a mineral content of 
738 ppm., and an iron content of 0.34 ppm. 
Pumpage is estimated to average 20,780 gpd. 
LABORATORY NO. 115,723 
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LABORATORY NO. 115,781 
Illinois State Water Survey - Bulletin No. 40 
The public water supply was installed by the 
city of Delavan (1181) about 1887. 
Water was obtained from 2 wells, each drilled 
to a depth of 160 ft. The wells were located 30 
ft. apart within the pump station near the center 
of town. One well was cased with 6-in. pipe to a 
depth of 140 ft. and the other well (now known as 
East Well) with 8-in. pipe to the same depth. 
Both wells had Cook s t ra iners at the bottom, 20 
ft. in length. In 1914 the water level was at a 
depth of 90 ft. 
In 1917 the 6-in. well was abandoned after a 
new well, now known as the West Well, was 
drilled 20 ft. distant from the 8-in. well and lo-
cated at the pumping station (or approximately 
2640 ft. N. and 1320 ft. E. of the S. W. corner of 
Section 10, T. 22 N., R. 4 W.). The well was 
drilled by Mount and Dunseth, Delavan, to a depth 
of 158 ft. The driller reported that a water-
bearing stratum of sand and gravel was en-
countered at a depth of 121 ft., and that drilling 
continued through sand and gravel to a depth of 
242 ft. where some tools were lost. It is cased 
with 10-in. pipe to a depth of 140 ft., below which 
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is a Cook strainer , 14 ft. in length. The well is 
equipped with: 120 ft. of 6-in. column pipe; a 
12-stage Worthington turbine pump, No. 920531, 
rated at 200 gpm. against a head of 225 ft.; over-
all length of the pump is 8 ft. 4 3/4 in.; 10 ft. of 
6-in. suction pipe; 20-hp. General Electric motor. 
The East Well is equipped with: 120 ft. of 6-
in. column pipe; 11-stage Worthington turbine 
pump, No. 292521, rated at 300 gpm. against a 
head of 225 ft.; overall length of pump is 7 ft. 
7 3/4 in.; 10 ft. of 6-in. suction pipe; 30-hp. Gen-
eral electric motor. 
In 1926 the non-pumping water level was r e -
ported to be 93 ft. below the ground surface e le -
vation of 605t ft. 
Analysis of a sample (Lab. No. 109,277), col-
lected Feb. 17, 1947 after the pump had been op-
erating about 3 1/2 hr . , showed the water to have a 
hardness of 18.3 gr. per gal., a residue of 328 
ppm., and an iron content of 2.0 ppm. 
Pumpage is estimated to average 130,000 gpd. 
LABORATORY NO. 109,277 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
village of De Pue (2296) about 1899. 
Water was obtained from a well owned by a 
railroad company. 
About 1909 a well was drilled for the village 
by W. F. Townsell, Streator, and located in the 
south part of town on the bank of Lake De Pue 
(or approximately 400 ft. N. and 2600 ft. W. of the 
S. E. corner of Section 35, T. 16 N., R. 10 E.). 
It was reported to be 1278 ft. deep and was cased 
with 6-in. pipe to 900 ft. below which the hole was 
6-in. diameter. The elevation of the ground su r -
face at this location is 464± ft. 
At first, water flowed from the well directly 
into the distribution system. Two 3-in. cent r i -
fugal pumps were in use in 1915 to supply p r e s -
sure for fire protection. In 1915, the pressure at 
the top of the well was 31 psi . , and in 1920 the 
pressure was 29 psi. 
Analysis of a sample (Lab, No. 31419) col-
lected Sept. 1, 1915 showed the water to have a 
hardness of 13.8 gr. per gal., a residue of 545 
ppm., and an iron content of 2.0 ppm. 
In Oct. 1919 a 1 1/2-in. American Well Works 
single-stage centrifugal pump was installed for 
booster service during daytime. At night no pump-
ing was necessary. The pump was rated at 75 
gpm. against 56 ft. of head. 
In 1923 two Deming 6 by 8-in. single-acting 
triplex pumps, rated at 150 gpm. each, replaced 
the two 3-in. centrifugal pumps. Each pump was 
belt-driven by a 15-hp. electric motor. When 
not operating, the pressure on the triplex pump 
was 30 psi. and there was a 10-in. vacuum after 
30-min. operation. 
Analysis of a sample (Lab. No. 52934) col-
lected Dec. 2, 1924, showed the water to have a 
hardness of 12.4 gr. per gal., a residue of 1236 
ppm., and an iron content of 1.2 ppm. The chlo-
ride content was 490 ppm. 
In 1928, the well was recased with 4 1/2-in. 
pipe, and the artesian flow was reported to be about 
100 gpm. 
This well, and Well No. 2, furnish water for 
the public water supply. There is no pump in 
the well, as the water flows by ar tesian pressure 
to the treating plant. 
In 1916, about 85 consumers on high ground 
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in the eastern part of town were supplied water 
from a well 10 ft. in diameter and 32 ft. deep. 
When tested in 1920, the drawdown was 1 ft. 3 in. 
and, by measurement of the amount of water 
pumped into the reservoi r , the inflow to the well 
was calculated at 40 gpm. This well was d i s -
continued several years prior to 1938. 
Analysis of a sample (Lab. No. 52935) col-
lected Dec. 2, 1924, showed the water from this 
well to have a hardness of 23.4 gr. per gal., a 
mineral content of 489 ppm., and an iron content 
of 4.8 ppm. 
Well No. 2 was completed to a depth of 1487 
ft. by Sewell Well Co., St. Louis, Mo., in 1938 and 
located 150 ft. west of Well No. 1 on the bank of 
Lake De Pue about 250 ft. southwest of the pump-
ing station (or approximately 400 ft. N. and 2450 
ft. E. of the S. W. corner of Section 35). 
The elevation of the ground surface at this 
site is 464.12 ft. 
Sample-study log of Well No. 2 furnished by the 
State Geological Survey: 
The hole and casing record is given in Table 1. 
All of the casing joints were welded, and the 
outside of the 8-in. casing was primed and coated 
(hot) with Bitumastic enamel for salt water p r o -
tection. 
During drilling operations, the free flow 
estimations by the dri l ler and some mineral 
analyses by the Mineral Point Zinc Co. were r e -
ported as given in Table 2. 
2 - De Pue 
TABLE 1 
Hole R e c o r d 
15- in . f r o m sur face to 93 ft. 
12 1/4-in. f rom 93 to 496 1/2 ft. 
10- in . f r o m 496 1/2 to 1034 ft. 
7 1/2-in. f r o m 1035 to 1487 ft. 
Cas ing R e c o r d 
12- in . f rom sur face to 93 ft. 
10- in . f rom sur face to 496 1/2 ft. 
8 - in . f rom sur face to 1034 ft. 
Lead packe r f rom 1034 to 1035 ft. 
Ana lys i s of a s a m p l e (Lab . No. 83491) c o l -
lec ted May 11 , 1938, while c a s e d to 490 ft. and 
d r i l l ing at 825 ft., showed the ch lo r ide content to 
be 2850 ppm. , and r e s i d u e of 5501 p p m . 
On June 28, 1938, the wel l was capped and the 
shu t - in p r e s s u r e was r e p o r t e d to be 38 p s i . On 
Aug. 27, 1945, the free flow was e s t i m a t e d at 120 
gpm. , and the shu t - i n . p r e s s u r e a t 25 ps i . 
Ana lys i s of a s ample (Lab . No. 111,3 63) c o l -
lec ted Aug. 4, 1947, f rom a t ap at the pump s t a -
tion about 250 ft. f rom Well No. 2 showed the w a -
t e r to have a h a r d n e s s of 13.2 g r . pe r ga l . , a 
r e s i d u e of 546 ppm. and an i r o n content of 0.7 
ppm. 
The w a t e r i s t r e a t e d for i r o n r e m o v a l . 
Water f rom Wells No. 1 and No. 2 flows by 
a r t e s i a n p r e s s u r e to an a e r a t o r a t the t r e a t i n g 
plant which is located on Second St. about 250 ft. 
n o r t h e a s t of Well No. 2. 
Ana lys i s of a s ample (Lab . No. 111,362) c o l -
lec ted Aug. 4, 1947 f rom a tap at the pumping 
s ta t ion , showed the t r e a t e d water to have a h a r d -
n e s s of 13.2 g r . per ga l . , a m i n e r a l content of 
805 ppm. , and an i r o n content of 0.12 p p m . The 
ch lor ide content ind ica te s the p r e s e n c e of an a p -
p r e c i a b l e p ropor t i on of w a t e r f rom the No. 1 we l l . 
Consumpt ion for July 1947 a v e r a g e d 135,300 
gpd . , and for June 1947 a v e r a g e d 132,000 gpd. In 
the win te r months the consumpt ion d r o p s to an 
a v e r a g e of 75,000 gpd. 
TABLE 2 
LABORATORY NO. 111,363 
Illinois State Water Survey - Bulletin No. 40 
A public water supply for the city of Des 
Plaines (9518) was started in 1893, on ground 
back of the old village hall at the southeast cor -
ner of Lee and Ellinwood St. (approximately 800 ft. 
N. and 1000 ft. W. of the S. E. corner of Section 
17, T. 41 N., R. 12 E.). F. M. Gray, Milwaukee, 
drilled a hole to a depth of 1800 ft. without ob-
taining water. No log of the material penetrated 
is available but it was reported that, below a 
depth of 120 ft., the hole was in shale. 
In 1895 three sand and gravel wells were de-
veloped on an acre plot of ground located on the 
east bank of the Des Plaines River. The center 
of the plot was on the north line of Ashland Ave., 
extended east across the r iver , (approximately 
800 ft. S. and 800 ft. E. of the N. W. corner of 
Section 21). The wells in this group were 8 in. in 
diameter and about 130 ft. in depth. Originally 
they were pumped simultaneously by air lift and 
had a combined yield of 300 gpm. The non-pump-
ing water level was 15 ft. below the ground su r -
face. 
Analysis of a sample (Lab. No. 20941) sub-
mitted in 1910 showed this water to have a hard-
ness of 27.0 g r .pe r gal. and a mineral content of 
884 ppm. 
In 1915 the combined discharge from the 3 
wells was 220 gpm., and a new well was added to 
the group. It was located 60 ft. from the well on 
the river bank, and about 200 ft. from the other 
2 wells. This well was dug to a diameter of 4 ft. 
and was in clay to a depth of 102 ft. A small hole 
was then bored below the dug part of the well, 
penetrating 5 ft. of additional clay and 2 ft. of very 
fine sand. Water rose to within 15 ft. of the ground 
surface and flooded the well. Several 8-in. pipes 
were driven to a depth of 7 ft. below the bottom 
of the dug portion. This well furnished part of the 
supply for a t ime, but the yield was small and 
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was influenced by the pumping in the other wells 
in the group. 
In 1919 and 1920 tw6 of the 8-in. holes in the 
dug well were deepened, 1 to a depth of 175 ft. 
During pumping operations the water level low-
ered rapidly, and fine sand was drawn into the 
well. Only 2 of the 3 original 8-in. wells were 
operated in 1922 because their combined yield 
equalled the yield of all 3 wells. By May 1927 
these wells were furnishing a total of only 5000 
gpd. They were operated for about one-half hr . 
per day in Aug. 1928 and were abandoned sometime 
during 1928 or 1929. 
A water shortage was alleviated in 1922 by 
purchasing water from the Benjamin Electric 
Manufacturing Co; located at the intersection of 
Northwest Highway and Seegers Road. 
A sandstone well was completed for the city 
by W. L. Thorne, Des Plaines, in 1924. It is lo -
cated on the west bank of the Des Plaines River 
at the foot of Ashland Ave. (approximately 800 ft. 
S. and 600 ft. E. of the N. W. corner of Section 
21). The ground surface elevation at this point 
is 633.0 ft. The well is 1670 ft. deep and its dia-
meter is 16 in. at the top and 8 in. at the bottom. 
No log or casing records are available. How-
ever, it was reported to have penetrated a soft 
formation all the way and to be cased to the bot-
tom. Water was pumped by air lift and furnished 
part of the supply in 1924, but the yield was l i -
mited. The air line extended to a depth of 300 ft. 
The starting pressure was 103 psi. , and the op-
erating pressure was 60 psi. The well was 
abandoned as. a source of supply before 1927. The 
State Water Survey installed a water level record-
er in this well on June 29, 1942. Since that time 
an average annual water level recession of 6.4 ft. 
has been recorded. The water level on Jan. 15, 
1946 was 166 ft. below the ground surface. 
LABORATORY NO. 20941 
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Analysis of a sample (Lab. No. 52577) col-
lected Oct. 2, 1924 from this well showed the wa-
ter to have a hardness of 31.7 gr. per gal., and a 
mineral content of 1660 ppm. 
In 1924 Layne & Bowler Co. attempted to de -
velop a supply of 300 gpm. from sand and gravel 
wells. One 10-in. well was drilled to a depth of 
150 ft. on the village plot on the east bank of the 
Des Plaines River. It was located about 200 ft. 
east of the north 8-in. well which had been drilled 
in 1895. This well was equipped with a pump and 
was used for approximately 1 year. No record of 
its capacity is available. Two other test wells 
were drilled but were not developed. 
A well was completed by W. H. Cater, Chicago, 
in June 1927 as a private venture. It is located on 
Thacker St. west of the Chicago & Northwestern 
R.R.Co. Norma yards (approximately 100 ft. N. 
and 1450 ft. E.of the S. W. corner of Section 18). 
This well was purchased by the city in 1935 and has 
been the principal source of the public water sup-
ply since 1927. The Cater Well, or City Well No. 
1, was drilled to a depth of 1735 ft. The eleva-
tion of the top of the pump base is 652.0 ft. 
The hole and casing records a re given in Table 
1. 
The lower 160 ft. of the 10-in. liner was con-
structed as a screen. Vulcanite was placed out-
side of the 16-in. casing and the 12 1/2-in. l iner. 
On Aug. 29, 1928 water was pumped for a period 
of 1 hr . and 10 min. at an average rate of 1050 
gpm. In 1936 the non-pumping water level was 
reported to be 155 ft. below the pump base. A 
24-hr. production test was conducted on Dec. 21 
and 22, 1943. The production was 750 gpm., with 
a drawdown of 185 ft. from a non-pumping water 
level of 210 ft. 
TABLE 1 
Hole Record 
24-in. from 0 to 300 ft. 
15-in. from 300 to 800 ft. 
12 1/2-in. from 800 to 1600 ft. 
10-in. from 1600 to 1735 ft. 
Casing Record 
19-in. from surface to 170 ft. 
16-in. from surface to 300 ft. 
12 1/2-in. liner from 699 to 800 ft. 
10-in. liner from 1010 to 1600 ft. 
The depth of the well on Oct. 18, 1944, found 
to be 1604 ft., indicated a filling of 131 ft. since 
construction in 1927. This filling was not r e -
moved. The depth to water on Oct. 23, 1944, after 
a non-pumping period of 5 days, was 200 ft. 
Due to increasing water demands new pump-
ing equipment was installed and put into service 
Nov. 8, 1944, and at present consists of 501.5 ft. 
of 10-in. column pipe; 14-in., 22-stage Pomona 
turbine pump; 10 ft. of 8-in. suction pipe; 501.5 ft. 
of 1/4-in. air line; 200-hp. Westinghouse e lec-
tr ic motor. 
The pump discharge to the treating plant is 
measured by a Venturi meter . On Dec. 7, 1944 
after pumping at a rate of 1050 gpm. for 4 hr . , 
the water level was 468 ft. below the pump base. 
Water-level readings, taken in July 1945, varied 
from 454 ft. after 4-hr. pumping to 466 ft. after 
18-hr. pumping at a rate of about 1000 gpm. Ob-
servations, made in Mar., Apr., and May, 1946, 
when pumping at a rate of about 815 gpm., showed 
water levels varying from 420 ft; after 2 1/2 hr . 
to 434 ft. after 22 h r . 
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Sample-study log of Des Plaines Well No. 2 furnished by the State Geological Survey: 
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A sample (Lab. No. 98770) of water collected 
Jan. 13, 1944, after 4 1/2-hr. pumping at a rate 
of 700 gpm., was shown by analysis to have a 
hardness of 14.2 gr . per gal.; a mineral content 
of 501 ppm.; and character indicating a mixture 
of waters from the Galesville and Mt. Simon 
sandstones in this vicinity. Water of similar 
character was obtained in a sample collected 
July 3, 1942 after pumping 15 hr . at 800 gpm. and 
in sample collected May 3, 1946 after 24-hr. pump-
ing at 815 gpm. 
In Dec. 1946, Des Plaines Well No. 2 was com-
pleted by S. B. Geiger & Co. The well is located 
100 ft. north and 200 ft. east of the intersection of 
Thacker St. with Mt. Prospect Road (or approxi-
mately 100 ft. N. and 200 ft. E. of the S. W. cor -
ner of Section 18). It is about 1000 ft. west of 
the Cater Well and the city water works. 
The well was drilled to a depth of 1813 ft. be-
low a ground surface elevation of 655± ft. 
The hole and casing record, as reported by the 
dr i l ler , is given in Table 2. 
TABLE 2 
Hold Record 
23-in. from 0 to 345 ft. 
19-in. from 345 to 550 ft. 
15-in. from 550 to 870 ft. 
12-in. from 870 to 1572 ft. 
10-in. from 1572 to 1813 ft. 
Casing Record 
24-in. od. surface pipe from 0 to 96 ft. 
20-in. od. from 0 to 345 ft. 
12-in. id. liner from 787 to 870 ft. 
10-in. id. liner from 1304 to 1572 ft. 
A production test was made on Dec. 28-31, 
1946 by representatives of the dri l ler , city and 
State Water Survey. For test purposes, a deep-
well turbine-pump assembly was used, consisting 
of 500 ft. of column pipe; 8.5 ft. of bowl section; 
20.0 ft. of suction pipe. 
After 1-hr. pumping at a rate of 1050 gpm. the 
drawdown was 28 ft. below a non-pumping water 
level of 230 ft. 
The air line became plugged, and all efforts to 
break the plug were unsuccessful. The pump was 
then operated at 1010 gpm. for a period of 17 hr . 
During this period the pumping level in Well No. 1 
receded 7 ft. to 444 ft. below the pump base. 
Analysis of a sample (Lab. No. 108,774) col-
lected on Dec. 31, 1946, after 18 hr . of pumping 
at 1055 gpm., showed the water from this well 
to have a hardness of 16.0 gr. per gal. and a 
mineral content of 443 ppm. The well had not been 
thoroughly pumped and cleaned at this t ime, and 
this sample is possibly not representative. 
The Norma Well, owned by the Chicago & 
Northwestern R. R. and located at the Norma 
Yards, has been an important factor in the public 
water supply. It has served at various t imes as the 
principal, auxiliary and emergency water source 
for the city in addition to furnishing from 2 to 3 
mg, monthly for locomotive use . 
It is located approximately 600 ft. south of 
Thacker St. (or approximately 600 ft. S. and 2500 
ft. W. of the N . E . corner of Section 19, T. 41 N., 
R. 12 E.). The well was drilled in 1913 to a depth 
of 1890 ft. by J., F. McCarthy of Minneapolis, 
Minnesota. The elevation of the top of the pump 
base is 653.3 ft. 
A sample of water (Lab. No. 98769) collected 
LABORATORY NO. 108,774 
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Jan. 14, 1944 after 1-hr. pumping at 500 gpm.,was 
shown by analysis to have a hardness of 21.1 gr. 
per gal., a mineral content of 674 ppm., and 
character not unusual for waters from the upper 
limestone in the vicinity west of the city. 
Water of similar character was obtained in a 
sample collected Oct. 24, 1944 after continuous 
pumping for 6 days. 
A water softening plant rated it 1 1/2 mgd. 
was constructed by the city in 1936. It is located 
about 200 ft. west of the Cater well and is oper-
ated at a rate of 1 mgd. It is a lime-soda type 
with rapid sand f i l ters . All water is aerated, 
softened, filtered, and chlorinated before being 
pumped to the distribution system. 
Analysis of a sample (Lab. No. 106,432) col-
lected from a tap of t'reated water in the treating 
plant on May 3, 1946, showed this water to have 
ahardness of 6.1 g r .per gal., and a mineral con-
tent of 328 ppm. A chlorine residual of 0.25 ppm. 
was recorded at the time of collection of the 
sample. 
The metered pumpage for the year 1945 aver -
aged 90.7,000 gpd. which varied from a winter 
minimum average of 790,000 gpd. to a summer 
maximum average of 1.018 mgd. 
LABORATORY NO. 106;432 
I l l ino is State Water Survey - Bul le t in No. 40 
A publ ic wa te r supply for the ci ty of Dixon 
(10,671) w a s ins t a l l ed in 1883 by the Dixon Water 
C o . 
Water w a s f i r s t obtained f r o m the Rock R i v e r . 
In 1888, two deep we l l s w e r e d r i l l e d by the J . P . 
Mi l l e r A r t e s i a n Well C o . , Brookf ie ld . 
Well No. 1 (Eas t Well) is loca ted n e a r the 
south bank of Rock R i v e r and 400 ft. e a s t of A r -
t e s i a n A v e . (or app rox ima te ly 300 ft. N. and 900 
ft. E. of the S. W. c o r n e r of Sect ion 3 3 , T. 22 N . , 
R. 9 E . ) . The su r f ace e leva t ion is 662± ft. The 
wel l w a s 1630 ft. deep and was c a s e d with 8- in . 
pipe to a depth of 160 ft. 
In 1915 the f ree flow was inadequate and the 
p roduc t ion w a s i n c r e a s e d by i n s t a l l a t i on of an 
a i r lift having 107 ft. of 1 1/2-in. a i r p ipe . 
The p r e s e n t pump equ ipment i s a s fol lows: 
A m e r i c a n Well Works cen t r i fuga l pump , No. 
42950; 30 ft. of 4 - i n . suct ion p ipe ; 15-hp. G e n e r a l 
E l e c t r i c m o t o r , No. 4023021 . 
In 1938 t h i s we l l was s e l d o m u s e d , but could 
supply 500 to 600 gpm. when needed . In J a n . , 
1948, the pump had been r e m o v e d and the wel l 
capped . 
Well No. 2 was d r i l l e d to a depth of 1700 ft. 
and was c a s e d to 160 ft. with 8- in . pipe and l o -
ca t ed 100 ft. wes t of Well No . 1. The su r face e l -
evat ion is 66l± ft. 
Water was o r ig ina l ly pumped by a i r lift, but 
in 1916, a cen t r i fuga l p u m p , s i m i l a r to that in 
Well No. 1, was i n s t a l l e d . In 1938, the well w a s 
equipped as fol lows: 40 ft. of 5 - in . co lumn pipe; 
3 - s t a g e , 5 - in . Johnson t u rb ine pump, No. 6518, 
r a t e d at 600 to 700 gpm. ; 10 ft. 5 in . of 5 - in . s u c -
t ion pipe and s t r a i n e r ; 40 ft. of 1/4-in. a i r l ine ; 
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2 0 - h p . U. S . e l e c t r i c m o t o r , No. 153579, o p e r a t -
ing at 3600 r p m . The top of the wel l and the pump 
w e r e o r ig ina l l y in a pit about 14 ft. d eep . On 
F e b . 15, 1938, the non-pumping w a t e r l e v e l was 
r e p o r t e d to be 17.2 ft. be low the pump b a s e p l a t e . 
In Jan . 1948 the pump was a t ground leve l and the 
wel l u sed only for e m e r g e n c y . The a i r l ine i s 
de fec t ive . 
Well No. 3 w a s d r i l l ed to a depth of 1865 ft. 
in 1914 by H. W. H a m b r e c h t , S t e r l i ng , and l o -
ca ted 400 ft. w e s t of Well No. 1. It was c a s e d 
with 8- in . pipe to a depth of 645 ft. The su r face 
e leva t ion is 656± ft. 
The top of the wel l and the pump w e r e in a pi t 
about 10 ft. d e e p . On July 22, 1937, the non-
pumping w a t e r l eve l was r e p o r t e d to be 42 ft. be-
low the ground s u r f a c e . About 1938 the wel l was 
r e p o r t e d to have fi l led in to a depth of 1793 ft. and 
in 1943-1944, the wel l w a s r e h a b i l i t a t e d by C. W. 
V a r n e r , Dubuque, af ter which the hole and cas ing 
r e c o r d w a s r e p o r t e d as shown in T a b l e 1 . 
TABLE 1 
Hole R e c o r d 
24- in . f r o m su r face to 162 ft. 
18- in . f r o m 162 to 546 ft. 
12- in . f r o m 546 to 990 ft. 
8 - in . f r o m 990 to 1700 ft. 
Cas ing and L i n e r 
R e c o r d 
18- in . ca s ing f r o m s u r f a c e to 161 ft. 
16- in . l i ne r f r o m 327 to 546 ft. 
The 18- in . cas ing was g rou ted in p lace with 
c e m e n t . On M a r . 29, 1944 the wel l w a s " s h o t " 
at 3 l e v e l s : 1427, 950, and 900 ft. An e s t i m a t e d 
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75 cu. yards of sand were bailed out of the well 
after the shooting and when repair work was com-
pleted, the well was flowing at a rate of 40 gpm. 
The existing pump installation, made on June 
19, 1944, consists of 100 ft. of 10-in. column 
pipe; 12-in., 3-stage Peer l e s s turbine pump, No. 
22294, rated at 800 gpm.; 100 ft. of 1/8-in. air 
line; 30-hp. U. S. motor, No. 328666. 
When tested by the driller on June 19, 1944, 
the well produced 1145 gpm. with a drawdown of 
83 ft. The water flowed when not pumping. On 
Jan. 8, 1948 the non-pumping water level was 15 
ft. and after 4-hr . pumping at 800 gpm., the draw-
down was 67 ft. 
Analysis of a sample (Lab. No. 113,127) col-
lected Jan. 8, 1947 after pumping 20 hr . at 800 
gpm., showed this water to have a hardness of 
17.9 gr. per gal., a residue of 308 ppm., and an 
iron content of 0.6 ppm. 
Well No. 4 was drilled in 1894 to a depth of 
1700 ft. by J. P. Miller Artesian Well Co. and lo-
cated 900 ft. west of Well No. 1 (or approximately 
250 ft. N. of the S. W. corner of Section 33). The 
well was cased with 7-in. pipe to a depth of 160 
ft. below a surface elevation of 653t ft. 
This well was put back into service in 1936 
after having been out of service for about 12 
yea r s . 
Water has been pumped from Well No. 4 by a 
Dayton Dowd centrifugal pump, No. 35497, rated 
at 700 gpm. against 45 ft. of head and operating 
at 1750 rpm. The pump is driven by a 15-hp. 
Westinghouse electric motor, No. 21A798758, op-
erating at 1750 rpm. The pump was located in 
the pump house at Well No. 3 and in a pit about 
12 ft. deep. A 6-in. pipe extended from the pump 
section to the well. The pump is now removed 
and is expected to be replaced by a deep-well 
pump. 
On July 22, 1937, the non-pumping water l e -
vel was 17.1 ft. below the ground surface and in 
Sample-study log of Well No. 5 furnished by the State Geological Survey: 
1938 water was being pumped from this well al-
most 24 hr. per day with Wells No. 2 and 3 being 
used to supply peak demands. 
Analysis of a sample (Lab. No. 83968) col-
lected on July 26, 1938, showed water from this 
well to have a hardness of 17.6 gr. per gal., a 
residue of 3 73 ppm., and an iron content of 0.44 
ppm. 
Well No. 5 was completed in Nov. 1947 by 
C. W. Varner and located 25 ft. south of East 
River St. and 350 ft. west of Well No. 4. The 
ground elevation is 660t ft. The well was drilled 
to 1700 ft. but was "shot" and cleaned out to 
1472 ft. 
The hole and casing record is as shown in 
Table 2. 
The pump assembly consists of 120 ft. of 10-
in. column pipe; 3-stage Peerless turbine pump, 
No. 33403, having an over all length of 52 1/2 i n . ; 
120 ft. of 1/8-in. air line; 10 ft. of 10-in. suction 
. pipe; 60-hp. General Electric motor, No. 6056537. 
Upon completion, the non-pumping water le-
vel was 12 ft. 4 in. below the top of the casing, 
and during a production test by the driller, after 
pumping 24 hr. at 1200 gpm. the drawdown was 70 
ft. 
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TABLE 2 
Hole Record 
23-in. from 0 to 160 ft. 
19-in. from 160 to 420 ft. 
15-in. below 420 ft. 
Casing Record 
18-in. from 0 to 160 ft. 
16-in. liner from 330 to 420 ft. 
The 18-in. casing was grouted in place. 
Analysis of a sample (Lab. No. 113,128) col-
lected Jan. 8, 1948 after 25-min. pumping at 1200 
gpm., showed this water to have a hardness of 
17.8 gr. per gal., a residue of 320 ppm., and an 
iron content of 1.1 ppm. 
In Dec. 1947, Wells 1 and 4 were not in serv-
ice. Well 2 and 5 were being maintained for em-
ergency usage. Well No. 3 furnished all of the de-
mand, except for occasional pumping from No. 2 
and No. 5. 
From Jan. to Sept. 1947, pumpage averaged 
1.03 mgd. 
LABORATORY NO. 113,128 
I l l ino is Sta te Wa te r Survey - Bul le t in No. 40 
The Dixon State Hosp i t a l ob ta ins w a t e r f r o m 2 
deep w e l l s . 
Well No . 1 was d r i l l ed in 1915 to a depth of 
1922 ft. by H. W. H a m b r e c h t , S te r l ing , and located 
a p p r o x i m a t e l y 200 ft. N. and 2300 ft. W. of the S.E. 
c o r n e r of Sect ion 2 1 , T. 22 N . , R. 9 E. The s u r -
face e leva t ion is 680± ft. 
The hole and cas ing r e c o r d i s as shown in 
Tab le 1. 
T A B L E 1 
Hole R e c o r d 
12 1/4-in. f rom su r f ace to 466 ft. 
10- in . f rom 466 to 515 ft. 
8- in . f r o m 515 to 1922 ft. 
Cas ing R e c o r d 
14- in . od. d r i v e pipe f r o m s u r f a c e to 
28 ft. 4 in . 
10- in . ca s ing f r o m sur face to 466 ft. 
8- in . c a s ing f r o m 466 to 515 ft. 
The wel l is equipped as fol lows: 65 ft. of 8- in . 
co lumn p ipe ; 8 - s t age P o m o n a tu rb ine pump , SR 
1494; the o v e r a l l length of the pump is 6 1/2 ft.; 20 
ft. of 8- in . suct ion p ipe; 50 -hp . G e n e r a l E l e c t r i c 
m o t o r . 
When the wel l was c o m p l e t e d , the non-pumping 
w a t e r l eve l was 3 ft. On Aug. 15, 1938, the n o n -
pumping w a t e r l eve l was 18 ft. 8 in . below the 
pump house f loor . The Sta te Wa te r Survey m a d e 
a p roduc t ion t e s t on tha t d a t e , and the wel l p r o -
duced 990 gpm. for 5 h r . The w a t e r l eve l when 
pumping could not be m e a s u r e d . In D e c , 1947, 
the non-pumping w a t e r l eve l w a s e s t i m a t e d to be 
35 ft. be low the ground s u r f a c e . 
DIXON STATE HOSPITAL, 
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Ana lys i s of a s amp le (Lab . No. 112,902) c o l -
l ec ted D e c . 12, 1947 af ter 1-hr . pumping at 650 
gpm. , showed the w a t e r to have a h a r d n e s s of 20.6 
g r . pe r ga l . , a r e s i d u e of 383 p p m . , and an i r o n 
content of 2.0 p p m . 
Well No. 2 was d r i l l ed in 1915 to a depth of 
1780 ft. by H. W. H a m b r e c h t , and loca ted 150 ft. 
no r th of Well No. 1. 
The hole and ca s ing r e c o r d i s given in T a b l e 
2. . 
TABLE 2 
Hole R e c o r d 
12 1/2-in. f rom sur face to 468 ft. 
10- in . f r o m 468 to 518 ft. 10 1/2 in . 
8 - in . f rom 518 ft. 10 1/2 in . to 
1780 ft. 
Cas ing R e c o r d 
14- in . od. d r i v e pipe f r o m su r f ace to 
34 ft. 8 1/2 in . 
10- in . wi . pipe f r o m su r f ace to 
469 ft. 9 1/2 in . 
8- in . wi . pipe f r o m 469 ft. 9 1/2 in . 
to 526 ft. 9 1/2 in . 
When the wel l was comple ted , the non-pumping 
w a t e r l eve l was 5 ft. 5 in . 
The we l l is equipped as fol lows: 70 ft. of 7- in . 
co lumn p ipe ; 7 - s t age P o m o n a t u rb ine p u m p , 
SR 1495, having an o v e r a l l length of 8 ft.; 20 ft. 
of 7 in . suct ion p ipe ; 70 ft. of a i r l ine ; 5 0 - h p . 
G e n e r a l E l e c t r i c m o t o r . 
On Sept . 14, 1938 the Sta te Water Survey 
m a d e a p roduc t ion t e s t . Due to a p u m p f a i l u r e , 
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the test period was only 2 1/2 h r . When pumping 
at a rate of 960 gpm., the drawdown was 2i. ft. 
from a non-pumping water level of 21 ft. below 
the pump house floor. In D e c , 1947, the non-
pumping water level was estimated to be 35 ft. 
below the ground surface. 
Analysis of a sample (Lab. No. 112,903) col-
lected Dec. 12, 1947, showed this water to have 
a hardness of 20.0 gr. per gal., a residue of 354 
ppm. and an iron content of 0.7 ppm. The temp-
erature was 56.6° F. 
The water is softened each day for a few 
hr . The softening unit was not in operation at the 
time of collecting the sample. 
Pumpage during 1947 averaged 684,400 gpd. 
Sample-study log of Well No. 2 furnished by the State Geological Survey: 
Illinois State Water Survey - Bulletin No. 40 
The village of Dongola (638) installed a pub-
lic water supply in 1936. 
A test hole was first drilled in 1935 and was 
located near the east corner of the intersection of 
Charles and Oak St . (or approximately 400 ft. S. 
and 1900 ft. W. of the N. E. corner of Section 25, 
T. 13 S., R. 1 W.). The ground surface elevation 
is 390± ft. 
The test hole was 300 ft. deep and cased with 
6-in. pipe to a depth of 104 ft. The hole was r e -
ported to terminate in lime stone. 
The State Water Survey made a production 
test on June 14, 1935. For test purposes, the 
pumping equipment consisted of: 195 ft. of 4-in. 
column pipe; 13-stage turbine pump; 20 ft. of 4-
in. tail pipe; gasoline engine. The well produced 
47 gpm. with a drawdown of 53 ft., and 70 gpm. 
with a drawdown of 70 ft. from a non-pumping 
water level of 26 ft. below the ground surface. 
The city well, located at the site of the test 
well, was drilled in 1936 by C. W. Haverstick, 
De Soto, Mo., and was cased to a depth of 101 ft. 
with 18-in. od. pipe, below which the hole was 14 
in. in diameter. 
The well is equipped as follows: 200 ft. of 6-
in. column pipe; 8-in., 18-stage Pomona, water-
lubricated, turbine pump, No. N 1118, the pump 
discharged 65 gpm. against 75 psi. pressure ; de -
fective air line; 25-hp. electric motor operating 
DONGOLA 
Union County 
Feb. 6, 1948 
at 1760 rpm. 
The pump base is about 18 in. above ground 
level. 
The State Water Survey made a production 
test on Sept. 4, 1935. After 2-hr. 47-min. pump-
ing at the ra te of 100 gpm., the drawdown was 134 
ft. from a non-pumping water level of 7 ft. below 
ground level. Another production tes t was made 
on Oct. 4, 1935. After 8-hr. pumping at a rate of 
110 gpm., the drawdown was 109 1/2 ft. from a 
non-pumping water level of 26 ft. 
It was reported that the well was not fully 
developed during these tes t s . During a period in 
the summer of 1943 the pump was in continuous 
operation for 7 consecutive days pumping at a 
rate of 60 gpm. At the end of the period the wa-
ter was turbid. 
Water is obtained from creviced zones in the 
limestone at depths of 165 ft. and from the bottom 
of the well according to report of a council m e m -
ber at the time the well was drilled. 
Analysis of a sample (Lab. No. 113,371) col-
lected Feb. 3, 1948, after 1-hr. pumping at 65 
gpm. showed the water to have a hardness of 
14.1 gr. per gal., a residue of 331 ppm., and an 
iron content of 0.4 ppm. 
The estimated pumpage during 1947 averaged 
27,600 gpd. 
LABORATORY NO. 113,371 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed about 
1906, by the village of Donovan (381). 
An oil-well driller by name of Rodiger drilled 
a well to a depth of 130 ft. and located north of 
Third St. and east of Railroad Ave. (or approxi-
mately 1800 ft. N. and 100 ft. E. of the S. W. cor -
ner of Section 28, T. 28 N., R. 11 W.). 
In 1937 the well was reconditioned by Ira 
French, Fairbury, at which time the well was r e -
ported to be cased with 6-in. pipe, terminating in 
gravel and sand. 
In Apr. 1938, the non-pumping water level was 
40 ft. below the ground level elevation of 658± ft. 
The pumping equipment consists of 84 1/2 ft. 
of 4-in. drop pipe; 4 1/4 by 48-in. Deming single-
acting b r a s s cylinder pump, No. 3226, with a 4-
leather plunger and having a 12-in. stroke, and 
operated at 15 spm.; belt-drawn by a 5-hp., 570 
rpm. General Electric motor, No. 3742273. 
Analysis of a sample (Lab. No. 83362) col-
lected Apr. 21, 1938 showed this water to have a 
hardness of 9.4 gr. per gal., a residue of 307 
ppm.,'and an iron content of 0.8 ppm. 
DONOVAN 
Iroquois County 
Nov. 18, 1948 
A well was finished in Apr. 1945 at a depth of 
170 ft. by Ira French, and located one block east 
of the old well. The drilling was originally 235 
ft. deep, encountering a compact hard rock form-
ation, but the yield was insufficient for the public 
supply. The casing was pulled back and installed 
with the bottom in a 17-ft. s t ra tum of water-
bearing gravel. The well is cased with 155 ft. of 
6-in. pipe and 15 ft. of 5-in. screen. 
When finished, the static water level was 53 ft. 
below the ground surface and when pumping at 
65 gpm. the drawdown was 9 ft. On Nov. 10, 1948, 
the 'non-pumping water level was 47 ft. and after 
intermittent pumping the water level was 63 ft. 
The pumping equipment includes a 6-in. Dem-
ing turbine pump, No. T 6743, rated at 50 gpm. 
against 203 ft. of head; 90 ft. of air line; 5-hp. 
U. S. electr ic motor. 
Analysis of a sample (Lab. No. 116,417) col-
lected Nov. 10, 1948 after 2-minutes pumping 
showed the water to have a hardness of 8.0 gr. 
per gal., a residue of 315 ppm., and an iron con-
tent of 2.3 ppm. 
Pumpage is estimated to average 15,000 gpd. 
LABORATORY NO. 116,417 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the vi l -
lage of Downers Grove (9526) in 1894. 
A group of 3 wells constituted the public sup-
ply until 1925. These wells were located at the 
southeast corner of Middaugh and Warren Ave. 
(approximately 2000 ft. S. and 600 ft. W. of the 
N . E . corner of Section 7, T. 38 N., R. H E . ) . The 
elevation of the ground surface at this location is 
715± ft. The original well in the group was drilled 
to a depth of 240 ft. in 1894. It was cased with 
10-in. pipe to rock at an approximate depth of 83 
ft. In 1918 a production of 125 gpm. was reported 
when the pump installation consisted of a plunger 
pump with a cylinder setting at a depth of 140 ft. 
The non-pumping water level at this time was r e -
ported to be 80 ft. below the surface. 
The second well in this group was drilled in 
1906-1907 to a depth of 2021 ft. by the J. P. 
Miller Artesian Well Co., Brookfield. It was 
reported cased with 12-in. pipe to a depth of 90 
ft. below which the hole was 5-in. diameter to 
the bottom. In 1921 when water was pumped by 
a plunger pump having a cylinder setting of 140 
ft. a production of about 185 gpm. was reported. 
At that time the non-pumping water level was r e -
ported to be 80 ft. below the surface. 
A third well in the group was reported to have 
a depth of about 850 ft. In 1921 the rate of p ro -
duction was very small when pumping with a 
plunger pump having a 90 ft. cylinder setting. 
All wells in the original group were aban-
doned by 1927. It is reported that they were filled 
with concrete. 
Afourth well, called the Kelly well, was com-
pleted on Feb. 17, 1925 and located on the west 
side of Park Ave. between Randall St. and Sum-
mit Ave. (approximately 1200 ft. N. and 2600 ft. 
W. of the S. E. corner of Section 8). The well 
was drilled to a depth of 105 ft. below a ground 
surface elevation of 740± ft. by the Kelly Well Co., 
Grand Island, Nebr. It was reported to be cased 
with 24-in. concrete pipe having 21 ft. 8 in. of 
concrete screen in the bottom. During a test 
made upon its completion the production was 450 
gpm. with a drawdown of 5 1/2 ft. from a non-
pumping water level of 76 ft. below the surface. 
This well was the source of the public water sup-
ply until the summer of 1928 when it was aban-
doned, because of a high hydrogen sulphide con-
tent which could not be entirely eliminated by 
aeration. 
In 1926 the American Water Corporation 
DOWNERS GROVE 
Du Page County 
June 17, 1947 
drilled a well on Park Ave. about 150 ft. east of 
the Kelly well. This well was drilled to the top 
of limestone at a depth of 100.6 ft. It was cased 
with 26-in. pipe and an 18-in. wi. s trainer was 
placed at the bottom. When tested for capacity, 
the well discharged 450 gpm. but the water con-
tained considerable sand and dirt . A 16-in. John-
son screen was then installed which held out the 
sand and dirt but reduced the discharge to 150 
gpm. The well was not used as a source of sup-
ply and was capped and sealed. 
Another well, now called Lee Ave. Well, was 
drilled to a depth of 250 ft. by Palmer & Son, 
Aurora, in 1928 and located about 60 ft. west of 
the center of Lee Ave. and about 750 ft. south of 
the Chicago, Burlington and Quincy Railroad (ap-
proximately 2340 ft. N. and 1350 ft. E. of the S. W. 
corner of Section 7). The elevation of the top of 
the pump base is 695.7 ft., and is 3 ft. below 
ground level. 
Sample-study log of Lee Ave. Well by 
State Geological Survey: 
The well was reported to be cased with 30-in. 
pipe from 1 ft. 8 in. above ground surface to rock, 
below which the hole is 24-in. diameter . Upon 
the completion of the well the non-pumping 
water level was 39 ft. 8 in. below the top of casing 
and after 10-hr. pumping at 570 gpm. the draw-
down was 25 ft. 8 in. After stopping the pump, all 
but 5 ft. 8 in. of the drawdown was eliminated in 
1 min. 
This well has been the source of a large part 
of the public water supply since it was placed in 
service in the fall of 1928. 
Water levels below the pump base during 1943, 
1944, and 1945 were: non-pumping 41 to 44 ft. 
and pumping 54.7 ft. to 56.2 ft. On Mar. 7, 1947, 
the non-pumping water level was 46 ft. 3 in. and 
on May 27, 1947 the pumping level was 58 ft. 3 in. 
2 - Downers Grove 
LABORATORY NO. 110,516 
The existing pump installation, made in April , 
1945, i s : 88 ft. of 10-in. column pipe; 14-in., 7-
stage Aurora Pump Co. turbine pump, No. 25284, 
having a rated capacity of 840 gpm. against 250 
ft. of head at 1150 rpm., 10 ft. of 10-in. suction 
pipe; 100-hp. General Electric motor. 
Analysis of a sample (Lab. No. 110,516) col-
lected June 3, 1947 after 1-hr. pumping at 860 
gpm. showed this water to have a hardness of 
26.9 gr. per gal., a residue of 536 ppm., and an 
iron content of 0.5 ppm. 
In 1930 the Layne North Central Co., Chicago, 
drilled a well now known as the Park Ave. well to 
a depth of 291 ft. and located about 50 ft. north of 
Summit St. and 75 ft. west of Park Ave. (approxi-
mately 900 ft. N. and 2400 ft. W. of the S. E. cor -
ner of Section 8). The elevation of the top of the 
pump base is 741.9 ft. 
The following information was furnished by 
the Wells Engineering Co.: the well was cased 
through the unconsolidated formation with a 30-
in. id. genuine wi. casing of 3/8-in. thickness 
extending from the pump house floor to the top 
of the limestone at a depth of 118 ft. Below the 
casing the hole was 24-in. diameter through the 
Niagaran limestone to a depth of 291 ft. below 
floor level and terminated in shale formation. 
The final acceptance test was conducted on 
Dec. 3, 1930. While pumping at an average rate 
of 1068 gpm. to free discharge at ground level for 
a period of 6 hr . 24 min. the drawdown was 27 ft. 
from a non-pumping water level of 93 ft. below the 
pump base. 
The well has been a large contributor to the 
public water supply since it was placed in service 
in Dec. 1930. 
Water levels during 1943, 1944, and 1945 were: 
non-pumping 96 1/2 to 98 1/2 ft. and pumping 111 
to 111 1/2 ft. On Mar. 7, 1947, after a year of 
inactive service, the non-pumping water level 
was 94 ft. 3 in. below the pump base . 
The existing pump installation i s : 139 ft. of 10-
in. column pipe; 15-in., 4-stage Layne turbine 
pump, No. 5644, having a discharge of 1040 gpm. 
against 170 ft. of head; the overall length of the 
LABORATORY NO. 110,517 
p u m p is 4 1/2 ft.; 20 ft. of 10- in . suc t ion p i p e ; 
with an addi t ional 5 ft. of b a s k e t suc t ion s t r a i n e r ; 
5 0 - h p . G e n e r a l E l e c t r i c m o t o r . 
Ana lys i s of a s a m p l e (Lab . No. 110,517) c o l -
l ec ted June 3 , 1947, a f te r 2 5 - m i n . pumping a t 
980 gpm. showed t h i s w a t e r to have a h a r d n e s s 
D o w n e r s G r o v e - 3 
of 30.8 g r . p e r ga l . , a r e s i d u e of 621 p p m . , and a 
t r a c e of i r o n . 
The m e t e r e d pumpage f r o m Aug. "1, 1943 to 
Aug. 1, 1945 a v e r a g e d 583,900 gpd. , v a r y i n g f r o m 
a m i n i m u m win t e r a v e r a g e of 537,000 to a m a x i -
m u m s u m m e r a v e r a g e of 703,000 gpd. 
Illinois State Water Survey - Bulletin No. 40 
A water supply was installed by the village of 
Durand (592) in 1928. 
Water is obtained from a well located in the 
village hall 5 ft. south of Howard St. and about 
210 ft. east of Center St. (or approximately 900 
ft. N. and 2350 ft. W. of the S. E. corner of Sec-
tion 10, T. 28 N., R. 10 E.). This well was drilled 
in 1920 by A. McMahon and used by a creamery 
for a number of years . It was repaired in 1928 
and put into service as the source of supply for 
the village. It was cased with 10-in. pipe and 
was 576 ft. deep below a ground surface eleva-
tion of 772t ft. 
Correlated d r i l l e r ' s log of Well No. 1 furnished 
by the State Geological Survey: 
The pump installation in service i s : Aurora 
Pump Co. centrifugal pump,No.H6-B 212473-BF, 
rated at a capacity of 75 gpm. against a p ressure 
DURAND 
Winnebago County 
Oct. 23, 1947 
of 50 psi . ; 7 1/2-hp. General Electr ic motor. 
Water was pumped with a centrifugal pump 
rated at 350 gpm., directly connected to a 25-hp. 
Fairbanks-Morse electric motor operating at 
3500 rpm., until the treating plant was placed in 
operation. It is still in place for emergency 
purposes. 
In 1938, the non-pumping water level was r e -
ported to be 5 to 6 ft. below the ground surface. 
At the end of Aug. 1947 the non-pumping water 
level was at the top of the casing which is 6.7 ft. 
below the concrete floor of the village hall - about 
ground level. At that time when pumping for. an 
hr . at 350 gpm. the drawdown was 11 ft. and r e -
mained constant during another hr.of pumping at 
the same ra te . 
Analysis of a sample (Lab. No. 112,316) col-
lected Oct. 23, 1947 when pumping at. 75 gpm. 
showed this water to have a hardness of 17.6 gr. 
per gal., a residue of 295 ppm., and an iron con-
tent of 0.1 ppm. 
All water is chlorinated and treated for iron 
removal. 
Analysis of a sample (Lab. No. 112,425) col-
lected Oct. 23, 1947 showed the treated water to 
have a hardness of 18.3 g r .pe r gal., a total min-
eral content of 315 ppm., and an iron content of 
0.16 ppm. 
Pumpage is estimated 25,000 gpd. 
LABORATORY NO. 112,316 
Illinois State Water Survey - Bulletin No. 40 
The public water supply for the village of 
Dwight (2499) was installed in 1891. 
Five wells have been drilled at the pumping 
station on the triangular-shaped block at the 
northwest corner of Franklin and Chippewa St. 
(or approximately 700 ft. S. and 1650 ft. W. of the 
N. E. corner of Section 9, T. 30 N., R. 7 E.). 
The elevation of the ground surface at this lo -
cation is 635± ft., and the floor of the pump sta-
tion is at ground level. All wells are in sand and 
gravel. 
Well No. 1 was drilled in 1891, and is located 
in the front of the building, to the west of the main 
doorway. It was drilled originally to a depth of 
136 ft. and cased with 8-in. pipe; but in 1923 J. 
Eyer installed 118 ft. of 10-in. casing and 11 ft. of 
No. 10 Cook screen, because of holes in the old 
8-in. casing. In 1930 the well was cleaned out and 
deepened to 140 ft. A new pump was installed. 
The pumping equipment, installed in 1937, con-
sists of: 100 ft. of 6-in. column pipe; 7 1/2-in., 
5-stage Deming turbine pump, No. DC-15082, 
rated at 3 75 gpm. against 100 ft. of head; the over -
all length of the pump is 3 ft. 9 in.; 100 ft. of air 
line; 10 ft. of 5-in. suction pipe; 15-hp., 1800 rpm. 
U. S. electric motor. 
In 1923 the water level in this well was 35 ft. 
below the top when the pumps in Wells No. 2 and 3 
were operating 24 hr . per day at a combined rate of 
about 450 gpm. In 1946 the pump was reported to 
produce 240 gpm. 
Well No. 1, together with Well No. 4, is fur-
- nishing the village supply. 
Well No. 2 was drilled in 1906 at a location 
about 25 ft. northeast of No. 1. It was drilled to 
a depth of 136 ft. and cased with 8-in. pipe with 
12 ft. of Johnson No. 24 screen at the bottom. Due 
to interference in the maneuvering of fire depar t -
ment equipment, which was housed in the building, 
the well was abandoned about 1930. It has been 
filled, and a concrete floor constructed over it . 
Well No. 3 was drilled in 1908 at a location 
about 50 ft. east of Well No. 1 and in the south-
east corner of the building. The well was drilled 
to a depth of 136 ft. and cased with 6-in. pipe to a 
depth of 126 ft. below which an 8-ft. length of Cook 
screen was installed. In 1938 the well was not in 
service, and a later report stated that a wooden 
plug was bolted to the top of the casing. 
DWIGHT 
Livingston County 
May 20, 1947 
Correlated d r i l l e r ' s log of Well No. 3 furnished 
by the State Geological Survey: 
Well No. 4 was drilled in 1930. It is about 50 
ft. northeast of Well No. 1 in an extension of the 
building. It is 140 ft. deep and cased with 12-in. 
pipe. The well was originally equipped with the 
Worthington pump taken from Well No. 1. The 
present pumping equipment, installed in 1937, 
consists of; 100 ft. of 6-in. column pipe; 9 1/2-in., 
4-stage Deming turbine pump, No. DC-14947, rated 
at 450 gpm. against 100 ft. of head; the overall 
length of the pump is 3 ft. 10 in.; 10 ft. of suction 
pipe; 20-hp., 1800 rpm. U. S. electric motor. 
There is no air l ine. 
The pump was overhauled in 1946 and replaced 
without any change in the assembly. 
Well No. 5 was drilled in Mar. 1946 by John 
Bolliger, Fairbury. It is located about 6 ft. east 
of the old Well No. 3 and is 142 ft. deep with 10-
in. casing and an 8-ft. length of b rass screen. 
The specifications on file with the City Clerk 
stipulated a 12-ft. screen. 
Well No. 5 is not yet in use. Some of the 
wiring has not been completed. It is equipped with 
100 ft. of 6-in. column pipe; 10.-in., 7-stage Dem-
ing turbine pump rated at 450 gpm. at 200 ft. of 
head; 10 ft. of 6-in. suction pipe with Keystone type 
galvanized s trainer; 100 ft. of 1/4-in. od. copper 
air line; 40-hp. U. S. motor. 
The pumps in Wells No. 1 and 4 are operated 
simultaneously and discharge into an underground 
collecting reservoi r . The two pumps operate 
about eight t imes daily for 45 min. each pumping 
period. The combined pumping rate is estimated 
at 825 gpm. 
For the past 10 years , the water supply has 
been obtained from Wells No. 1 and 4. A history 
of water levels is given in Table 1, using, as the 
reference point, the floor level, inasmuch as all 
wells are in close proximity to each other: 
2 - Dwight 
TABLE 1 
On May 20, 1947, Wells No. 2 and 3 had been 
abandoned. Well No. 5 had not yet been placed in 
service. Wells No. 1 and 4 were furnishing the 
entire village water supply. Some water level 
observations were made by the State Water Sur-
vey in Well No. 1 under various static and pump-
ing conditions inboth wells, 1 and 4. All measure -
ments were referred to the top of the casing of 
Well No. 1 which is 2 ft. above floor level. After 
neither pump had been operating for 1 1/2 hr . , the 
water level was 32 ft. below the top of the casing. 
The No. 4 pump was started; and after 8-min. 
pumping at 450 gpm.,the drawdown was 6 ft. The 
No. 1 pump was then started, and at the end of a 
10-min. pumping period at a combined rate of 
825 gpm. under apparent equilibrium conditions, 
the drawdown was 53 ft. One minute after stopping 
the pumps, the water level returned to within 6 
ft. of the starting level. After 1 1/2 h r . of no 
pumping, the water level was 32 ft., and a second 
set of observations were made with similar r e -
sults. 
Analysis of a sample (Lab. No. 110,368) col-
lected May 20, 1947 from the reservoi r , showed 
this water to have a hardness of 26.2 gr . per gal. , 
a residue of 995 ppm., and an iron content of 1.4 
ppm. 
The estimated pumpage is 297,000 gpd. 
LABORATORY NO. 110,368 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
city of Earlville (1103) in 1894. 
Until 1911 water was obtained from 2 wells 
located at the pumping station, near the center of 
the city 30 ft. west of Ottawa St. and 40 ft. north 
of the Chicago, Burlington & Quincy R. R. tracks 
(or approximately 2120 ft. N. and 2100 ft. W. of 
the S.E. corner of Section 18, T. 36 N., R. 3 E.). 
The two wells of 150-ft. depth were reported 
to be 10 in. in diameter and were spaced about 12 
ft. apart . Sandstone was encountered at 40 ft. 
The ground surface elevation is 700± ft. 
In 1911, one pump was producing at a rate of 
100 gpm. and the other at 150 gpm. The Eas t 
Well has not been used since 1917, and the West 
Well is equipped with an American Well Works 
double-acting pump, No. J 11.104, with an 8-in. 
cylinder attached to 80 ft. of 9-in. drop pipe. 
The cylinder is 6 ft. in length and was designed 
to be operated at an 18-in. stroke at a rate of 
29 strokes per min. This pump was installed in 
1922. 
The West Well is maintained for emergency 
use. 
Analysis of a sample (Lab. No. 83930) col-
lected July 21, 1938, showed the water from this 
well to have a hardness of 16.1 gr . per gal., a 
EARLVILLE 
La Salle County 
June 11, 1947 
mineral content of 322 ppm., and an iron content 
of 1.6 ppm. Analysis of a sample (Lab. No. 
37765) collected in 1917 showed the water to have 
an iron content of 0.8 ppm. 
Between 1911 and 1917 a third well was 
drilled at the pump station, and located 17 ft. 
southeast from one of the old wells and 25 ft. east 
of the other. The well was drilled to a depth of 
625 ft. and was cased with 16-in. pipe from the 
surface to a depth of 60 ft. and with 12-in. pipe 
from 60 to 239 1/2 ft. The hole is 8 in. in dia-
meter to 625 ft. 
The well is equipped with: 150 ft. of 6-in. 
column pipe; 9-stage Fairbanks-Morse turbine * 
pump, No. SW 25736, rated at 500 gpm.; the over-
all length of the pump is 6 ft.; 150 ft. of air line; 
20 ft. of 6-in. suction pipe with a short s t rainer; 
20-hp., 1765 rpm. Fairbanks-Morse electric m o -
tor , No. 462621. 
Analysis of a sample (Lab. No. 110,626) col-
lected June 11, 1947 after 30-min. pumping at 
500 gpm., showed the water in this well to have a 
hardness of 14.6 gr. per gal., a residue of 279 
ppm., and an iron content of 0.5 ppm. 
The water is not t reated. 
The water levels given in Table 1 have been 
reported, in feet, below the pump base. 
LABORATORY NO. 110,626 
2 - Earlville 
TABLE 1 
I l l ino i s Sta te Water S u r v e y - Bul le t in No. 40 
A publ ic w a t e r supply was in s t a l l ed for E a s t 
Alton (4680) about 1916. 
Water h a s b e e n obtained f r o m we l l s owned by 
W e s t e r n C a r t r i d g e C o . , Divis ion of Olin I n d u s -
t r i e s , I n c . , E a s t Alton. Wel l s No. 1 and 2 w e r e 
loca ted on the w e s t s ide of Broadway Ave. n o r t h 
of F o u r t h St . and Wel ls No. 3 to 14, i nc lu s ive , 
w e r e loca ted at the Monroe Sta t ion wes t of Monroe 
Ave. and south of T h i r d St . , about 1000 ft. south-
e a s t of the B r o a d w a y w e l l s , (or app rox ima te ly 
2600 ft. due E. of the N. W. c o r n e r of Sect ion 2 1 , 
T. 5 N . , R. 9 W.). The e leva t ion of the ground 
su r f ace a t the plant s i te i s 4 4 2 t ft. 
C o r r e l a t e d d r i l l e r ' s log of Well No. 1 furnished 
by the State Geo log ica l Survey: 
Wel ls No. 1 to 1 1 , i n c l u s i v e , and No. 17, have 
been abandoned and w a t e r i s now obtained f r o m 
Wel l s No. 12, 13, 14, 15, 16 and 18. E a c h of 
t h e s e we l l s h a s a p p r o x i m a t e l y 48 ft. of 26 - in . id . 
by 36 - in . od . p o r o u s conc re t e pipe s c r e e n m a n u -
fac tu red b y W e s t e r n C a r t r i d g e C o . F r o m the top 
of the s c r e e n to the su r face i s b lank c o n c r e t e 
pipe cas ing of the s a m e d i m e n s i o n s . All of these 
w e l l s w e r e c o n s t r u c t e d b y W e s t e r n C a r t r i d g e C o . 
Wel l No . 12 w a s c o n s t r u c t e d to a depth of 83 
ft. 8 in . and was put in s e r v i c e Oct . 30, 1939. In 
a p roduc t ion t e s t on June 2 6, 1944, i t was r e -
p o r t e d tha t , when pumping at 485 gpm. aga in s t a 
p r e s s u r e of 70 p s i . , the drawdown was 2 ft. 7 in . 
The pumping equ ipmen t i nc ludes a P e e r l e s s t u r -
b ine pump r a t e d at 500 g p m . , and a 3 0 - h p . , 1800 
r p m . , U . S . e l e c t r i c m o t o r . 
Well No . 13 was c o n s t r u c t e d to a depth of 93 
ft. 10 in . and was put in s e r v i c e J a n . 24 , 1940. 
In a p roduc t ion t e s t on June 23 , 1944, i t was r e -
po r t ed tha t , when pumping at 385 gpm. a g a i n s t a 
p r e s s u r e of 70 p s i . , the drawdown was 6 ft. 1 in . 
The pumping equ ipmen t i nc ludes a P e e r l e s s t u r -
b ine p u m p r a t e d at 500 g p m . , and a 4 0 - h p . , 1800 
r p m . U . S . e l e c t r i c m o t o r . 
EAST ALTON 
Madison County 
M a r . 9, 1949 
Well No. 14 was c o n s t r u c t e d to a depth of 95 
ft. 2 in . and was put in s e r v i c e July 20, 1940. In 
a p roduc t ion t e s t on June 2 3 , 1944, i t was r e p o r t e d 
tha t , when pumping at 320 g p m . aga in s t a p r e s -
s u r e of 66 p s i . , the d rawdown was 2 ft. 2 in . The 
pumping equ ipmen t inc ludes a P e e r l e s s t u rb ine 
p u m p , r a t e d at 500 gpm. , and a 3 0 - h p . , 1800 r p m . 
U. S . e l e c t r i c m o t o r . 
Wells No. 15 and 16 a r e loca ted at the W a s h -
ington Stat ion at the sou theas t c o r n e r of Th i rd St. 
and Washington Ave . about two b l o c k s , or 840 ft . , 
e a s t of the Monroe s ta t ion w e l l s . 
Well No. 15 was c o n s t r u c t e d to a depth of 92 
ft. 11 in . and put in s e r v i c e on Sept . 29, 1940. In 
a p roduc t ion t e s t on June 28 , 1944, i t was r e -
po r t ed tha t , when pumping at 490 g p m . aga ins t a 
pump p r e s s u r e of 73 p s i . , the drawdown was 4 ft. 
10 in . The pumping equ ipmen t i nc ludes an A m e r -
i can Well Works t u rb ine pump , r a t e d a t 600 gpm. 
aga in s t 180 ft. of head , and a 4 0 - h p . , 1800 r p m . , 
U. S. e l e c t r i c m o t o r . 
Wel l No. 16 was c o n s t r u c t e d to a depth of 95 
ft. 1 in . and put in s e r v i c e on Oct . 11 , 1940. In a 
p roduc t ion t e s t on June 7 , 1944, i t was r e p o r t e d 
tha t , when pumping at 510 gpm. a g a i n s t a pump 
p r e s s u r e of 79 p s i . , the d rawdown was 2 ft. 1 in . 
The pumping equ ipment inc ludes an A m e r i c a n 
Well Works , t u rb ine pump r a t e d a t 500 gpm. 
a g a i n s t 204 ft. of head, and a 4 0 - h p . , 1800 r p m . 
U. S . e l e c t r i c m o t o r . 
Well No. 18 is located at the Linco ln Stat ion 
on the n o r t h s ide of T h i r d St . and wes t of L inco ln 
Ave . The wel l was c o n s t r u c t e d to a depth of 84 ft. 
6 in . and put in s e r v i c e M a r . 15, 1941. In a p r o -
duct ion t e s t on June 29, 1944, i t was r e p o r t e d 
tha t , when pumping at 480 gpm. a g a i n s t a pump 
p r e s s u r e of 71 p s i . , the d rawdown was 2 ft. 5 in . 
The pumping e q u i p m e n t inc ludes an A m e r i c a n 
Well Works tu rb ine pump r a t e d a t 500 gpm. 
aga in s t 204 ft. of head , and a 4 0 - h p . , 1800 r p m . , 
U. S . e l e c t r i c m o t o r . 
In 1923 the non-pumping w a t e r l e v e l in one of 
the B r o a d w a y we l l s was r e p o r t e d to be 36 ft. be-
low ground leve l and af ter t h r e e or four h o u r s 
pumping the drawdown was 10 ft. Beginning J an . 
1 , 1933, mon th ly a v e r a g e w a t e r l eve l s in the 
B r o a d w a y we l l , used a s an o b s e r v a t i o n we l l , have 
been r e p o r t e d in feet below B. M. e l eva t ion 443 .03 , 
as given in Tab le 1 . 
In July 1941, the W e s t e r n C a r t r i d g e Co . c o m -
m e n c e d u s a g e o f M i s s i s s i p p i R i v e r w a t e r a t t i m e 
of comple t ion of a f i l ter plant of 6 MGD capac i ty . 
2 - East Alton 
After July 1941, and with the reduction in use of 
ground water, a steady r ise in the water level in 
the observation well occurred. During Nov. 1943, 
the monthly average water level was 40.5 ft. below 
elevation 443.03 and during June 1945 the monthly 
average water level was 40.6 ft. A State Water 
Survey water level recorder was installed in the 
Broadway well Oct. 6, 1948 at which time the wa-
ter level was 39.75 ft. below elevation 443.03. 
On Mar. 9, 1949 the water level was 42.2 ft. Mr. 
Paul Buxton reports that on July 6, 1949, the wa-
ter level was "41.35. ft. below elevation 443.03." 
Analysis of a sample (Lab. No. 116,786) col-
lected Dec. 16, 1948 showed the water from Well 
No. 15 to have a hardness of 23.2 gr. per gal., a 
residue of 538 ppm., and an iron content of 0.2 
ppm. 
All water for the public supply is chlorinated. 
For the past seven years , ground-water 
pumpage of the Western Cartridge Co. has aver -
aged 1.095 mgd. of which an average of 321,102 
gpd. has been furnished to East Alton. 
TABLE 1 
LABORATORY NO. 116,786 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
city of East Dubuque (1475) in 1885. 
At that time a well was drilled to a depth of 
940 ft. below a ground surface elevation of 612± 
ft. The well was located in the northeast corner 
of Sinsiniwa Ave. and Montgomery St. 
In "The Illinois Glacial Hole" by Leverett , 
a statement is made about this well: "The water 
is obtained from Potsdam sandstone and has a 
head nearly 100 ft. above the surface, and a capa-
city estimated at 420 gpm." 
About 1903 the 6-in. well casing became badly 
corroded, the tools, used in repair work, were 
lost in the well. A 4-in. casing was placed to a 
depth of 165 ft., and water was reported to escape 
through a cavity below the 4-in. casing. In 1913 
the well was reported to have an artesian flow of 
60 gpm. Beneath the concrete floor of the pump-
ing plant, there was a rectangular concrete col-
lecting basin, 8 ft. deep and about 35,000 gal. capa-
EAST DUBUQUE 
Jo Daviess County 
Jan. 10, 1947 
city. The top of the well casing terminated near 
the bottom of the collecting basin. The ar tes ian 
flow was received into the basin directly from 
the well, and any overflow from the basin was 
wasted into a nearby sewer. 
In 1914 the well was reconstructed to a depth 
of 1343 ft. The upper 285 ft. of the hole was 8 in. 
in diameter and cased with 6-in. wi. pipe with 
sleeve couplings and packed at the lower end 
with a steel shoe. From 285 ft. to 426 ft., the 
hole was 5 5/8 in. in diameter and cased with 
4 1/2-in. inserted joint pipe, packed at the lower 
end with a steel shoe. The 4 1/2-in. casing ex-
tended 7 ft. up into the 6-in. casing, and a rubber 
expansion packer was placed between the 2 c a s -
ings. A tapered lead sleeve was also drawn b e -
tween the 2 casings. 
F rom 426 to 948 ft., the hole diameter was 
5 in., and from 948 to 1343 ft. the diameter was 
4 in. After completion of the repair work, the 
artesian flow was reported to be about 300 gpm. 
Sample-study log of well completed in 193 7 furnished by the State Geological Survey: 
2 - E a s t Dubuque 
In 1923 the a r t e s i a n flow w a s app rox ima te ly 123 
gpm. , and in Sept . 1927 the flow was app rox ima te ly 
95 gpm. In the s u m m e r of 1936 the flow c e a s e d , 
and an a i r lift was i n s t a l l e d . In Mar . 1937 the 
flow was e s t i m a t e d to be 45 gpm. , and the flow 
i n c r e a s e d af ter a new wel l was comple t ed l a t e r on 
in 1937. In June 1940 the flow c e a s e d , the wel l 
w a s p lugged, and the old r e s e r v o i r around the wel l 
was abandoned. The old pumping equ ipmen t w a s 
sold. 
A n e w wel l was comple t ed in Oct . 1937 and is 
loca ted about 60 ft. sou theas t of the old wel l (or 
app rox ima te ly 450 ft. N. and 50 ft. E. of the south-
w e s t c o r n e r of Sect ion 20, T. 29 N . , R. 2 W.). It 
w a s d r i l l ed to a depth of 1502 ft. by the V a r n e r 
Well Dr i l l ing Co . , Dubuque, Iowa. 
The hole and cas ing d i a m e t e r r e c o r d i s given 
in Table 1. 
TABLE 1 
Hole R e c o r d 
23 - in . f r o m 0 to 259 ft. 
19- in . f rom 259 to 412 ft. 
17- in . f r o m 412 to 930 ft. 
13- in . f rom 930 to 1502 ft. 
Cas ing R e c o r d 
20 - in . od. cas ing f r o m 198 1/2 to 259 ft. 
18- in . od. ca s ing f rom 249 1/2 to 412 ft. 
12 - in . id . f r o m 4 1/2 to 425 ft. 
When the d r i l l ing r e a c h e d 70 ft., the s ta t ic 
w a t e r l eve l was at 30 ft.; and f r o m then on d u r -
ing the c o u r s e of the d r i l l i ng , the w a t e r l eve l 
s t ead i ly r a i s e d unti l a t 1502 ft. depth , the w a t e r 
l eve l was 5 ft. below the ground s u r f a c e . 
I t was r e p o r t e d tha t the r e a s o n the w a t e r l e -
ve l was at a depth of 5 ft. be low the s u r f a c e , b e -
fore the annu la r space ou ts ide of the 12-in. cas ing 
was c e m e n t - g r o u t e d , was due to i t s flow through 
the upper l imes tone c r e v i c e s to w a s t e in an e x c a -
va ted b a s e m e n t south of Mon tgomery St. caus ing 
c o n s i d e r a b l e t r o u b l e . The r a t e of t h i s flow was 
neve r d e t e r m i n e d by the d r i l l e r . The 12- in . 
cas ing was c e m e n t e d in af ter which the s t a t i c w a -
t e r l eve l w a s 8 1/2 ft. above the ground s u r f a c e . 
The wel l was t e s t e d by the d r i l l e r on Oct . 18, 
1937, and pumping l e v e l s w e r e r e p o r t e d to be a t 
23 ft. 8 in . and at 6 ft. 8 in . below the ground s u r -
face when pumping at r a t e s of 492 and 215 g p m . 
r e s p e c t i v e l y . 
After the wel l was comple ted and in s e r v i c e , 
i t flowed to w a s t e , when not pumped, f r o m a 
connect ion m a d e to the 12- in . c a s ing about 4 1/2 
ft. be low the s u r f a c e . Th i s flow continued for 
only about 2 y e a r s , o r c e a s e d sho r t l y a f te r s e v -
e r a l deepe r we l l s w e r e d r i l l ed a c r o s s the M i s s i s -
sippi R i v e r in Dubuque, Iowa. The non-pumping 
w a t e r level then g radua l ly r e c e d e d to 18 ft. be low 
the su r f ace unt i l 1944 and h a s r e m a i n e d a t t h i s 
l e v e l . 
The following pump ins t a l l a t i on , m a d e on June 
10, 1940, is in s e r v i c e : 50 ft. of 6- in . co lumn 
pipe; 8- in . , 13 - s t age F a i r b a n k s - M o r s e tu rb ine 
pump, No. 7441 , r a t e d at a c apac i t y of 300 g p m . 
a g a i n s t 329 ft. of head ; 50 ft. of a i r line; 20 ft. of 
6 - in . suc t ion p i p e ; 4 0 - h p . F a i r b a n k s - M o r s e e l e c -
t r i c m o t o r . 
On D e c . 4, 1946 the following w a t e r l eve l s be-
low the pump b a s e w e r e r e p o r t e d : A pumping l e -
ve l of 28 ft. a f ter 1 1/2-hr. pumping at about 300 
g p m . and a non-pumping l eve l of 18 ft. af ter a 30 
m i n . idle p e r i o d . The pump b a s e is about 3 ft. 
above the ex i s t ing ground, s u r f a c e , or e l eva t ion 
LABORATORY NO. 108,575 
615± ft. 
Water is discharged directly into the distr ibu-
tion system, and, when the pump is not operating, 
the artesian flow is shut off. 
Analysis of a sample (Lab. No. 108,575) col-
lected Dec. 4, 1946 after 1 1/2-hr. pumping at 
about 300 gpm., showed this water to have a hard-
ness of 15.7 gr. per gal., a residue of 272 ppm., 
East Dubuque - 3 
and an iron content of 0.3 ppm. The quality is of 
general composition similar to that found by analy-
sis of samples collected in 1908, 1914, and 1923 
from the old well and to that from the No. 2 well 
in 1938. 
The pumpage is not metered but is estimated 
to average 100,000 gpd. Water is supplied to 
residences located outside of the village l imits. 
. Illinois State Water Survey - Bulletin No. 40 
Waterworks were installed by the village of 
East Dundee (1306) in 1902. 
The original water supply was obtained from a 
dug well 9 ft. in diameter and 25 ft. deep located 
about 25 ft. south of Barrington Ave. and 40 ft. 
west of Third St. (or approximately 1950 ft. N. 
and 300 ft. E. of the S. W. corner of Section 23, T. 
42 N., R. 8 E.). 
A check of the productive capacity of the well, 
made on June 2 7, 1923, indicated an average rate 
of inflow of 48 gpm. 
The well was continued in service until shortly 
after a new well was drilled in 1931, when it was 
abandoned and filled. 
In 1915 some springs on a hillside near the 
east village limits were developed as a source of 
supply. About 400 to 500 ft. of vitrified sewer 
pipe were laid with open joints at a depth of nearly 
20 ft. The pipes discharged into a concrete su r -
face reservoir having a capacity of 340,000 gal. 
The flow when tested on July 6, 1915 was 78 gpm. 
The collection tile is laid between the curb 
and the sidewalk on the south side of Barrington 
Ave. about 270 to 700 ft. east of Van Buren St. 
(or approximately 2100 to 2200 ft. N. and 1260 to 
1700 ft. E. of the S. W. corner of Section 23). 
The tile discharges to the reservoir 75 ft. south 
of Barrington Ave. Water flows by gravity from 
the reservoir to the pumping station about 1000 
ft. west on Barrington Ave. where a pressure of 
18 to 18 1/2 psi . is shown. The springs still 
continue to supply the major part of the public 
supply at an estimated rate of flow of 75 to 80 
gpm. 
EAST DUNDEE 
Kane County 
Aug. 27, 1947 
Water from the springs, in 1923, was found 
to have a mineral content of 523 ppm., a hard-
ness of 18.2 gr. per gal., and no iron content. A 
nitrate concentration of 131 ppm. was recorded. 
A new well was drilled in 1931 to a depth of 
130 ft. and located about 110 ft. south of the center 
of Barrington Ave. and 210 ft. east of the center 
of Van Buren St. (approximately 2000 ft. N. and 
1200 ft. E. of the S. W. corner of Section 23). The 
elevation of the ground surface is 765t ft. 
The well is reported cased with 6-in. pipe to 
limestone at a depth of 100 ft. Water-bearing 
gravel and limestone were encountered. 
The well serves as an auxiliary and e m e r -
gency supply unit. It is seldom used in the winter 
months. 
The existing pump installation is 94 ft. of 4-
in. column pipe; 6-in., 3-stage American Well 
Works turbine pump, No. 56682, rated at a capa-
city of 125 gpm. against 120 ft. of head at 3500 
rpm.; 20 ft. of 3 1/2-in. suction pipe; 100 ft. of 
1/4-in. gi. air line; 7 1/2-hp. U. S. electric mo-
tor . 
On Aug. 4, 1947, the non-pumping water level 
was 51 1/2 ft. after a 42-hr . idle period and the 
drawdown was 30 ft. after pumping 30 min. at 125 
gpm. 
Analysis of a sample (Lab. No. 111,398) col-
lected Aug. 4, 1947 after 1/2-hr. pumping at 125 
gpm., showed this water to have a hardness of 
21.7 gr. per gal., a residue of 414 ppm., and an 
iron content of 1.6 ppm. 
LABORATORY NO. 111,398 
2 - E a s t Dundee 
All w a t e r i s ch lo r ina ted a t the pumping s t a -
t i on . 
M e t e r e d pumpage f rom Jan . 1, 1947to Aug. 1, 
1947 a v e r a g e d 134,000 gpd. The m a x i m u m p u m p -
age o c c u r r e d be tween Aug. 1 to 25 , 1947 when the 
a v e r a g e w a s 161,000 gpd. 
I l l ino is State Water Survey - Bul le t in No. 40 
The publ ic w a t e r supply w a s in s t a l l ed by the 
c i ty of E a s t Moline (12,359) about 1913 and the w a -
t e r w o r k s i m p r o v e m e n t s w e r e comple ted i n 1916. 
The s o u r c e of supply h a s b e e n f r o m 5 w e l l s . 
Well No. 1 w a s cons t ruc t ed in 1895 for the 
E a s t Moline Land Co . and w a s d r i l l ed by J . P . 
M i l l e r A r t e s i a n Well C o . , Brookf ie ld , to a depth 
of 1340 ft. I t is loca ted at the r e a r of the p u m p -
ing s ta t ion on the w e s t s ide of 9th St . and about 
350 ft. no r th of the nor th l ine of 15th Ave . In 
1913 when the ci ty a c q u i r e d the we l l , i t was r e -
p a i r e d by the s a m e d r i l l e r and a 6- in . hole was 
d r i l l e d to a depth of 1532 ft. The e leva t ion of the 
ground su r f ace i s 576.5 ft. 
The wel l was c a s e d with 16- in . s t ee l d r ive 
pipe of unknown length. 
In 1913 dur ing the r e p a i r work when the d r i l -
l ing was 800 ft. d e e p , the a r t e s i a n flow was r e -
po r t ed at 400 gpm. ; and at 1500 ft. , the flow i n -
c r e a s e d to 500 gpm. In 1923, the w a t e r l eve l was 
r e p o r t e d to be 16 ft. be low the ground s u r f a c e . 
On May 10, 1933, the wa te r l e v e l , a f te r a 10 -h r . 
EAST MOLINE 
Rock I s l and County 
Oct . 22 , 1947 
id le p e r i o d , was 10.7 ft. be low the ground s u r f a c e , 
and , a f te r pumping 2 - h r . a t 484 g p m . , the d r a w -
down w a s 31.0 ft. 
Ana lys i s of a s amp le ( L a b . No. 80020), c o l -
l ec t ed A p r i l 27 , 1933 showed the w a t e r f r o m t h i s 
wel l to have a h a r d n e s s of 17.3 g r . pe r ga l . , a 
r e s i d u e of 116 p p m . , and a t r a c e of i r o n content . 
Well No. 1 h a s b e e n abandoned. 
Well N o . 2 is loca ted to the w e s t of the c i ty 
h a l l on 16th a v e . be tween 9th and 10th St . , and 
about 1050 ft. south of Wel l No . 1. It w a s d r i l l e d 
in 1911 to a depth of 1371 ft. by J. P. Mi l l e r A r t e -
s ian Well Co . and was deepened to 1850 ft. in 1913 
by the s a m e d r i l l e r . The e l eva t ion of the g round 
su r f ace is 575± ft. 
The wel l was c a s e d with 10- in . pipe to r o c k , 
with 8- in . p ipe f r o m the g round s u r f a c e to a depth 
of 153 ft. , and with a 6 1/4-in. l i n e r , 82 ft. long, 
se t with the b o t t o m at 1115 ft. 
When the dr i l l ing of the wel l was 820 ft. 
S a m p l e - s t u d y log of Well No. 3 furn ished by the State Geologica l Survey: 
2 - East Moline 
deep, water flowed over the top; and when com-
pleted at 1371 ft., in 1911, the free flow rate was 
109 gpm. This decreased to 70 gpm. in 1913. 
After deepening the well, in that same year to 
1850 ft., the free flow was 250 gpm. 
On May 10, 1933, the water level was 17 1/2 
ft. below the ground surface; and after pumping 
2 1/2-hr. at 283 gpm., the drawdown was 95.4 
ft. 
Due to the low specific capacity of Well No. 2 
in comparison to that of Well No. 1, the air lift 
pumping equipment in No. 2 was removed, and 
new equipment, installed in Dec. 1933, consisted 
of 190 ft. of 7-in. column pipe; 7 1/2-in., 14-
stage American Well Works L. C. turbine pump 
rated at 450 gpm. against 198 ft. of head at 1750 
rpm.; the overall length of the pump is 90 in.; 
190 ft. of air line; 20 ft. of 7-in. suction pipe; 40-
hp. General Electric motor. 
The base of the pump is about 3 1/2 ft. lower 
than the general ground surface. 
After the new pump installation, a production 
test was made by the pump manufacturers. The 
water level, before pumping but after a 5-day 
idle period, was 19 1/2 ft. below the base plate. 
After pumping 3 h r . at 411 gpm. into the reservoi r 
through 800 ft. of 8-in. pipe, the drawdown was 170 
ft. 
During the tes t , the pump in Well No. 1 was 
not in operation. 
Analysis of a sample (Lab. No. 80019), col-
lected Dec. 23, 1933, showed the water from Well 
No. 2 to have a hardness of 9.9 gr. per gal., a 
residue of 1152 ppm., and no iron content. 
Well No. 2 has been abandoned. 
Well No. 3 was completed July 1937 by Thorpe 
Well Co., Des Moines, Iowa, and located 50 ft. 
south of Well No. 1, about 50 ft. north of the Rock 
Island R. R. t racks , 20 ft. west of 9th St. (or ap-
proximately 875 ft. N. and 2370 ft. W. of the S.E. 
corner of Section 25, T. 18 N., R. 1 W.). 
This well was drilled to a depth of 1500 ft. 
below a ground surface elevation of 576t ft. 
The record of diameter of the hole and casing 
is given in Table 1. 
On Nov. 15, 1937, a production tes t was made 
with the permanent pump assembly. Well No. 1 
was not in service at the t ime. The water level 
in No. 3 was 38 ft., and the drawdown was 66 1/2 
ft. when pumping at 1212 gpm. 
TABLE 1 
Hole Record 
32-in. from surface to 34 ft. 
28-in. from 34 to 150 ft. 
25-in. from 150 to 215 ft. 
24-in. from 215 to 656 ft. 
19-in. from 656 to 930 ft. 
16 3/8-in. from 930 to 1150 ft. 
13-in. from 1150 to 1600 ft. 
Casing and Liner Record 
30-in. id. casing from surface to 34 ft. 
20-in. id. casing from surface to 150 ft. 
18-in. od. liner from 420 to 656 ft. 
14-in. od. liner from 955 to 1150 ft. 
The 14-in. liner was perforated between 
1010 and 1070 ft. opposite the St. 
Peter sandstone. 
During a 24-hr. production tes t of Well No. 3 
on May 23, 1937, the pump in No. 1 was operated 
during the entire t ime. The production rate from 
No. 1 decreased, during the period, from 350 
gpm. and 8 1/4 specific capacity, to 282 gpm. and 
5.4 specific capacity. During the period, the p ro -
duction from No. 3 was 945 gpm. and 12.7 speci-
fic capacity; also 209 gpm. and 17.4 specific ca-
pacity. In Oct. 1947 the non-pumping water level 
was 70 ft. below the pump base and after 1-week 
pumping at 950 gpm. the drawdown was 119 ft. 
The pumping installation consists of 220 ft. 
of 9 and 10-in. column pipe; 12-in., 5-stage P o -
mona turbine pump, rated at 1600 gpm.; 20 ft. of 
10-in. suction pipe; 75-hp. Westinghouse motor . 
Serial No. 3 EM 4218. 
Analysis of a sample (Lab. No. 112,249), col-
lected Oct. 17, 1947 after 1-week pumping at 950 
gpm., showed the water from Well No. 3 to have 
a hardness of 17.7 gr. per gal., a residue of 1006 
ppm., and an iron content of 0.1 ppm. 
In Oct. 1947 Well No. 3 was in operation 24 
hours per day. 
Well No. 4 was drilled to a depth of 1600 ft. 
in 1940 by Thorpe Well Co. and located just north 
of Well No. 2, at the city hall, (or approximately 
400 ft. N. and 2050 ft. W. of the S. E. corner of 
Section 25). 
East Moline - 3 
LABORATORY NO. 112,249 
The hole, casing and liner record is shown in 
Table 2. 
TABLE 2 
Hole Record 
40-in. from surface to 30 ft. 
28-in. from 30 to 150 ft. 7 in. 
25-in. from 150 ft. 7 in. to 644 ft. 
24-in. from 644 to 658 ft. 
19-in. from 658 to 995 ft. 
17-in. from 995 to 1120 ft. 
13 1/2-in. from 1120 to 1600 ft. 
Casing and Liner Record 
30-in. casing from surface to 30 ft. 
20-in. casing from surface to 150 ft. 
7 in. 
20-in. liner from 418 to 658 ft. 
14-in. liner from 964 ft. 10-in. to 
1120 ft. 
The 14-in. liner was perforated between 
1005 ft. 8 in. and 1092 ft. 6 in. 
opposite the St. Peter sandstone. 
Cement grout was placed in the annular space 
between the 30 and 20-in. casings and outside the 
20-in. casing to 150 ft. 7 in. 
In Mar. 1940, when the drilling had reached 
the final depth of 1600 ft. but before the 20-in. 
casing or the 20-in. liner or the 14-in. perfo-
rated liner had been placed in the well, a p ro -
duction test was made by the dr i l ler . The non-
pumping water level was 48 ft. below the ground 
surface; and after pumping at 550 gpm. for 11 hr . , 
the drawdown was 117 ft. 
In April 1943 the pump in Well No. 4 was being 
operated continuously. 
In October 1947 the water level was 210 ft. 
when pumping at 750 gpm. 
The pump assembly consists of 220 ft. of 10-
in. column pipe; 12-in., 5-stage Pomona turbine 
pump, rated at 1600 gpm.; 20 ft. of 10-in. suction 
pipe; 75-hp. Westinghouse motor. 
This well is maintained for emergency use. 
Analysis of a sample (Lab. No. 87737) col-
lected April 20, 1940 after 21-hours pumping at 
1007 gpm., showed the water from Well No. 4 to 
have a hardness of 16.7 gr. per gal., a residue of 
991 ppm., and no iron. 
Well No. 5 was completed in February 1943 by 
Thorpe Well Co. and located on Outlot 15 of East 
Moline Manufacturers' Addition, south of the Bur -
lington Railway and east of 10th St. (or approxi-
mately 1085 ft. N. and 1850 ft. W. of. the S. E. cor -
ner of Section 25). The well is about 750 ft. north-
east of Well No. 3 and 900 ft. northeast of Well No. 
4 and was drilled to a depth of 1600 ft. below a 
ground surface elevation of 576± ft. The hole, 
casing, and liner record were reported by the 
driller as given in Table 3. 
The top of the 30-in. casing is 2 ft. above 
ground level. 
The 20-in. casing was cemented in place, and 
the 14-in. liner was perforated between depths of 
989.3 and 1058 ft. opposite the St. Peter sand-
stone. A packer was placed at 987 ft. and the 14-
in. liner was grouted in from the packer to the top 
of the l iner. 
The water level, 7 days after completion of the 
drilling operations, was 49 ft. 
Between March 20 and April 9, the water level 
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in Well No . 5 w a s r e p o r t e d to r a n g e f r o m 4 9 to 60 
ft. below the top of the 30 - in . c a s i n g . The f luc tua-
t ions w e r e appa ren t ly caused by the i n t e r m i t t e n t 
pumping in Well No. 3. Pumping in Well No. 4 
was cont inuous e v e r y day . 
TABLE 3 
Hole R e c o r d 
4 0 - i n . f r o m su r face to 18 ft. 
32 - in . f r o m 18 to 28 ft. 
26 - in . f rom 28 to 150 ft. 
20 - in . f rom 150 to 658 ft. 
17 - in . f r o m 658 to 987 ft. 
14- in . f r o m 987 to 1072 ft. 
T a p e r e d to 13 3 / 4 - i n . at 1600 ft. 
Cas ing and L i n e r R e c o r d 
3 0 - i n . s t e e l cas ing f r o m s u r f a c e to 32 ft. 
2 0 - i n . id . c a s t i r o n cas ing f rom su r f ace 
to 152 ft. 8 in . 
20 - in . od. l iner f r o m 444 to 658 ft. 
14- in . w i . l iner f r o m 936 ft. 4 in . 
to 1078 ft. 4 i n . 
A p roduc t ion t e s t was m a d e by the State Wate r 
Survey on Apr i l 9 and 10, 1943. T e m p o r a r y p u m p -
ing equ ipment was a s s e m b l e d for the t e s t . On 
A p r i l 9 b e f o r e s t a r t ing t h e t e s t , the wa te r l eve l 
in Well No. 5 was 60 ft. The pumping r a t e was 
s t a r t e d a t 875 gpm. and g r a d u a l l y i n c r e a s e d to 
1492 gpm. af ter 18 h o u r s a t which t ime the d r a w -
down was 114.8 ft. After an addi t iona l 4 - h r . p u m p -
ing at 1492 g p m . , the d rawdown w a s 116.7 ft. 
Before and dur ing the t e s t in No. 5 , some w a -
t e r l eve l o b s e r v a t i o n s w e r e m a d e in Well No. 3 . 
On A p r i l 3 , a f te r a 3 / 4 - h r . r e s t in Well No. 3 , 
the w a t e r l eve l was 66.9 ft. be low the pump b a s e . 
Well No. 5 w a s idle at the t i m e and pumping in 
Well No . 4 w a s cont inuous . On Apr i l 10 af ter a 
1 1/2-hr.rest in Well No. 3, bu t pumping in Well 
No. 5 at 1485 g p m . , the wa te r l eve l in No. 3 w a s 
8 4 . 1 . 
The pumping e q u i p m e n t c o n s i s t s of 190 ft. of 
10- in . co lumn pipe; 5 - s t a g e , F a i r b a n k s - M o r s e 
w a t e r l u b r i c a t e d t u rb ine p u m p having an o v e r a l l 
length of about 8 ft.; 20 ft. of 10- in . suc t ion p ipe; 
75 -hp . F a i r b a n k s - M o r s e e l e c t r i c m o t o r , No . 
456972. 
Ana lys i s of a s a m p l e ( L a b . No . 95810) , c o l -
l ec ted A p r i l 10, 1943 af ter 2 2 - h r . pumping at 1492 
g p m . , showed the w a t e r in Well No. 5 to have a 
h a r d n e s s of 17.3 g r . pe r ga l . , a r e s i d u e of 746 
p p m . , and an i r o n conten t of 0.1 p p m . 
Th i s wel l is in o p e r a t i o n 6 to 8 h o u r s p e r 
day . 
Water i s ch lo r ina t ed but not o t h e r w i s e t r e a t e d . 
P u m p a g e for the c i ty o f E a s t Mol ine , i s e s t i -
m a t e d to a v e r a g e 2.6 m g d . , i nc lus ive of 7 i n d u s -
t r i e s and 75,000 to 125,000 gpd. to the E a s t M o -
line Sta te Hosp i t a l . 
URBANDALE SUBDIVISION, an u n i n c o r p o -
r a t e d c o m m u n i t y , s i tua ted south of E a s t Mol ine , 
h a s a public w a t e r supply . The p r o p e r t y i s owned 
b y E a r l Col l inson . 
The s o u r c e of w a t e r is a we l l d r i l l e d in 1938 
to a depth of 430 ft. by C. F. T e e p l e , Moline; and 
loca ted 100 ft. e a s t of 12th St . , on C St. extended 
(or a p p r o x i m a t e l y 2415 ft. S. and 250 ft. W. of the 
N. E. c o r n e r of Sec t ion 1, T. 17 N . , R. 1 W.). 
The ground e leva t ion at the w e l l - s i t e is 705± ft. 
S a m p l e - s t u d y and d r i l l e r ' s log fu rn i shed by the 
State Geologica l Survey : 
The we l l is c a s e d with 142 ft. of 8- in . pipe 
with no s c r e e n . The hole d i a m e t e r , be low the 
cas ing is 8 in . The pumping i n s t a l l a t i on c o n -
s i s t s of 180 ft. of 4 1/2-in. co lumn p ipe ; 8- in . , 
9 - s t age A m e r i c a n Well W o r k s tu rb ine pump , No. 
61936, r a t e d at 75 gpm. a g a i n s t 280 ft. of head at 
1750 r p m . ; 180 ft. of 1/4-in. a i r l ine ; 10 ft. of 5-
in . od. suc t ion pipe; 10 hp . G e n e r a l E l e c t r i c m o -
t o r . The a i r l ine i s defec t ive . 
The pump b a s e is 6 ft. be low the g round s u r -
face . 
In a p roduc t ion t e s t , m a d e by the d r i l l e r in 
1938, the d rawdown was 27 ft. be low a n o n - p u m p -
ing w a t e r l eve l of 163 ft. be low the pump base 
af ter pumping 10 h o u r s at 200 gpm. 
Analys i s of a s amp le (Lab . No. 112,322), c o l -
l ec ted October 22, 1947, showed the w a t e r f rom 
th i s wel l to have a h a r d n e s s of 17.9 g r . pe r g a l . , 
a r e s i d u e of 430 p p m . and an i r o n content of 0.6 
E a s t Moline - 5 
ppm. 
The w a t e r i s not t r e a t e d . 
LABORATORY NO. 112,322 
Illinois State Water Survey - Bulletin No. 40 
Water for East Moline State Hospital, former-
ly Watertown State Hospital, was originally ob-
tained from a well drilled about 1903 to a depth of 
1391 ft. and located in the power-house, about 
1300 ft. N. and 1050 ft. W. of the S. E. corner of 
Section 19, T. 18 N., R. 1 E. This well was the 
principal source of supply until about 1947. In 
1946 the yield averaged about 325,000 gpd. and in 
1947 the Hospital purchased 75,000 to 125,000 gpd. 
from East Moline. 
Three wells ranging from 276 to 349 ft. in 
depth and located in the Mississippi River flood 
plain about 3/8 mile northwest of the power-house, 
were drilled about 1931. The No. 1 well of this 
group, located south of the reservoir has been 
abandoned and is plugged. The other 2 wells have 
decreased in productive capacity, probably due to 
clogged screens and are now maintained for em-
ergency use only. 
Well No. 5 was drilled in 1947 to a depth of 
720 ft. by Thorpe Well Co . , Des Moines, Iowa, 
and located 2000 ft. N. and 1150 ft. W. of the S.E. 
corner of Section 19. A production test was 
made by the State Water Survey on October 8, 
1947, using temporary pumping equipment. Be -
fore the test the water level was 114 ft. below the 
top of the 16-in. casing, at ground level. After 
9-hr. pumping at 81 gpm., the drawdown was 100.5 
ft. Pumping was then continued at varying ra tes , 
78 to 90 gpm., and at 24 hr . , when pumping at 78 
gpm. the drawdown was 114 ft. After a 2-hr . 
shutdown the water level was 128.5 ft. 
Analysis of a sample (Lab. No. 112,241) col-
lected Oct. 9, 1947 after 14-hr. pumping at 78 
gpm. showed this water to have a hardness of 
19.1 gr. per gal., a total mineral content of 359 
ppm., and an iron content of 12.9 ppm. 
EAST MOLINE 
STATE HOSPITAL 
Rock Island County 
Feb. 16, 1948 
Well No. 5 was deepened to 1904 ft. and the 
hole and casing record were reported as shown in 
Table 1. 
TABLE 1 
Hole Record 
36-in. from 0 to 51 ft. 
30-in. from 51 to 55 ft. 
24-in. from 55 to 150 ft. 
15-in. from 150 to 260 ft. 
13-in. from 260 to 1165 ft. 
10-in. from 1165 to 1904 ft. 
Casing Record 
38-in. od. from 0 to 42 ft. 
16-in. od. from 0 to 152 ft. 8 in. 
14-in. od. from 133 to 260 ft. 
10-in. liner from 473 to 712 ft. 
10-in. liner from 1029 ft. 6 in. to 1165 ft. 
The 16-in. casing, the upper liner and the up-
per 33 ft. of the lower liner were cemented in. 
The lower 100 ft. of the lower liner was perfo-
rated. The ground surface elevation is 630± ft. 
When the deepening was started, the water 
level was 121 ft. below the surface. When d r i l -
ling from 770 to 830 ft. the water level raised to 
116 ft. Between 1570 and 1580 ft. the water level 
dropped 1 1/2 ft. At 1620 ft. the water level 
dropped to 143 ft. and at 1700 ft. the water level 
was 145 ft. below the surface. 
A production test was made by the State Wa-
ter Survey on Feb. 5-7, 1948, after completion of 
the deepening. Before the test was started, the 
water level was 143.8 ft. below the reference 
LABORATORY NO. 113,406 
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point which w a s 3 in . above the top of the 16-in. 
c a s i n g . After 7 1/2-hr. pumping at 360 gpm. , the 
d rawdown was 68.4 ft. and af te r 3 6 - h r . pumping 
at a final r a t e of 505 gpm. the drawdown was 
102.6 ft. One h r . af ter shutdown the wa te r l eve l 
w a s 156.3 ft. 
Ana lys i s of a s a m p l e (Lab . No. 113,406) c o l -
lec ted F e b . 7 , 1948 af ter 3 6 - h r . pumping at 505 
g p m . showed t h i s w a t e r to have a h a r d n e s s of 22.2 
g r . pe r g a l . , a r e s i d u e of 868 p p m . , and an i ron 
content of 0.8 ppm. 
P u m p a g e i s e s t i m a t e d to a v e r a g e 325,000 gpd. 
I l l ino i s Sta te Wate r Survey - Bul le t in No. 40 
The wa te r supply for the c i ty of E a s t P e o r i a 
(6806) i s d e s c r i b e d in Bul le t in No. 3 3 , publ i shed 
in 1940. 
E a c h of t h e 4 we l l s c o n s t r u c t e d in 1917 on 
the Washington St. s ide of the s t a t ion is 6 in . in 
d i a m e t e r and 28 to 30 ft. in dep th , with 10 ft. of 
6 - in . , No. 10 s lo t Cook s c r e e n in the b o t t o m of 
the we l l . 
The 4 w e l l s , c o n s t r u c t e d in 1918, a r e on the 
F l o r a St. s ide and a r e , o t h e r w i s e , a s d e s c r i b e d 
in Bul le t in N o . 3 3 . 
C a s i n g s of 2 of the 4 w e l l s , d r i l l e d in 1927 by 
John C u m m i n g s , E a s t P e o r i a , w e r e pulled i n 
1940 b e c a u s e of too m u c h i n t e r f e r e n c e be tween the 
we l l s for s a t i s f a c t o r y pumping . 
In 1940 M. E b e r t C o . , Washington, d r i l l e d 4 
w e l l s n e a r the n o r t h w e s t e r l y s ide of the W a s h -
ington St." s t a t ion . All of the we l l s w e r e 28 to 30 
ft. deep and each w a s 6 in . in d i a m e t e r . 
In 1942 M. E b e r t C o . d r i l l e d 3 we l l s a t the 
foot of Mosche l St . , 1100 ft. e a s t of the Wash ing -
ton St . s t a t ion (or a p p r o x i m a t e l y 1800 ft. N. and 
700 ft. W.of the S. E. c o r n e r of Sect ion 3 3 , T. 26 
N . , R. 4 W . ) . 
T h e r e a r e now 14 we l l s in s e r v i c e a t the 
Washington St . pumping s t a t ion , and 3 we l l s in 
s e r v i c e a t the Mosche l St. s t a t ion . Each g r o u p 
of w e l l s h a s i t s c o m m o n suc t ion h e a d e r , and the 
EAST PEORIA 
Tazewe l l County 
F e b . 28, 1949 
g ro u p s a r e i n t e r - c o n n e c t e d t o p e r m i t pumping 
f r o m any one o r a l l g ro u p s a t the s a m e t i m e . 
In F e b . 1949, M. E b e r t comple t ed a wel l to a 
depth of 51 ft. and loca ted about 5 / 8 m i l e n o r t h -
e a s t of the Mosche l St. we l l s (or a p p r o x i m a t e l y 
195,0 ft. S. and 2050 ft. E. of the N. W. c o r n e r of 
Sect ion 34). The d r i l l e r r e p o r t e d tha t sand was 
encoun te r ed at a depth of 14 ft. In a t e s t ho le 
d r i l l e d to a depth of 61 ft. , at a point s e v e r a l feet 
f r o m the f in ished we l l , the sand and g r a v e l e n -
coun te red be low 51 ft. was r e p o r t e d to have a h igh 
content of c l ay and s i l t . 
The we l l w a s c a s e d wi th 31 ft. of 10- in . id . 
pipe and with 20 ft. of Johnson E v e r d u r w i r e -
wound s c r e e n , hav ing N o . 30 s lo t open ings . A 
product ion t e s t w a s m a d e on F e b . 2 8 , 1949 by the 
State Wa te r Survey , us ing t e m p o r a r y pumping 
equ ipmen t . Before pumping , the w a t e r l eve l was 
13 ft. be low ground l eve l and af te r 2 - h r . pumping 
at 284 g p m . the d rawdown w a s 14 ft. One hour 
af ter s topping the p u m p , the w a t e r l eve l w a s 13.2 
ft. 
The "water f r o m a l l the w e l l s v a r i e s s e a s o n -
a l ly but the g e n e r a l c h a r a c t e r i s r e p r e s e n t e d by 
a n a l y s i s of a s a m p l e ( L a b . No . 117,268) co l l ec t ed 
F e b . 10, 1949 f r o m the new w e l l . The w a t e r i s 
shown to have a h a r d n e s s of 27.3 g r . p e r ga l . , a 
r e s i d u e of 557 p p m . and an i r o n content of 0.04 
ppm. 
P u m p a g e i s e s t i m a t e d to a v e r a g e 1.0 m g d . 
LABORATORY NO. 117,268 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed in 1939 by 
the village of Edinburg (919). Water is obtained 
from wells located on the west bank of South 
Fork, Sangamon River, about 2 1/2 miles west of 
the village. 
Well No. 1 was completed in 1939 by Layne-
Western Co., Chicago, and located 60 ft. N. and 
2400 ft. E. of the S.W. corner of Section 16, T. 14 
N. ,R. 3 W. The well is 30 ft. deep and is gravel-
packed. A 16-in. outer casing and an 8-in. inner 
casing extends to 20-ft. depth, with an 8-in. Layne 
stainless steel screen set from 20 to 30 ft. The 
elevation of the ground surface is 549.5 ft. Since 
1939, the top of the casing has been raised to e le -
vation 560.0. 
On May 9, 1939, a production test was made 
by the State Water Survey. The static level, be -
fore the test, was 10 ft. below the ground surface. 
After 5-hr. pumping at 43 gpm.,the drawdown was 
12 ft. The water was turbid throughout the test 
and a considerable amount of fine sand was 
pumped. A concrete plug was then placed in the 
base of the screen and about 15 cu. ft. of gravel 
added through the annular space between the c a s -
ings. A second production tes t was made by the 
State Water Survey on May 12, 1939. The static 
water level was 10 ft. After 1 1/2-hr. pumping 
at 48 gpm., the drawdown was 14 1/2 ft. and af-
ter an additional 3 1/2-hr. pumping at ra tes grad-
ually decelerated to 43 gpm., the drawdown was 
14 1/2 ft. The water was turbid throughout the 5-
hr . pumping period. The pumping rate was im-
mediately reduced to 34 gpm. and after 2 1/2-hr. 
pumping at ra tes gradually accelerated to 41 gpm., 
the drawdown was 14 1/2 ft. The water was clear 
when the discharge was less than 41 gpm. The 
water level in a test hole about 9 ft. from the 
well, was lowered 2 ft. during the test . The river 
stage was 2 ft. lower than the non-pumping water 
level in the well. 
The well is equipped with: 30 ft. of 5-in. col-
umn pipe; 6-in., 7-stage Layne turbine pump, No. 
9805, rated at 60 gpm.; the length of the pump is 
4 1/2 ft.; 5 ft. of suction pipe; 3-hp. U. S. e lec -
t r ic motor. In Oct. 1946, the pump was throttled 
to 3-5 gpm. to avoid breaking suction. 
Analysis of a sample (Lab. No. 107,922) col-
lected Oct. 14, 1946, showed this water to have a 
hardness of 13.4 gr. per gal., a residue of 275 
ppm., and an iron content of 2.3 ppm. 
Well No. 1 has not been in service since Nov. 
1948. Several futile attempts have been made to 
pump water . 
EDINBURG 
Christian County 
Aug. 6, 1948 
Well No. 2 was drilled in 1941 by Layne-
Western Co. and located 225 ft. north and 60 ft. 
west of Well No. 1. The well is gravel-packed, 
with a 26-in. od. outer casing; 11 ft. of 8-in. in-
ner casing and an 8-in. Layne shutter screen with 
the bottom set at 37 3/4 ft. below the pump base. 
The pump assembly consists of: 30 ft. of 5-
in. column pipe; 6-in., 7-stage Layne turbine 
pump, No. 10332, (new impellers installed in 1944); 
the length of the pump is 4 1/2 ft.; 3 ft. of suction 
pipe; 3-hp. electric motor. 
In 1946, both wells produced about 9000 gpd. 
about one-half of the normal demand. The pumps 
were chemically treated about every 3 months 
which gave only a temporary increase in d i s -
charge but did obviate the necessity of frequent 
pulling of the pumps to be cleaned. 
Well No. 2 has been abandoned and the pump 
removed. 
Early in 1946, three test holes were drilled 
by Hayes and Sims, Champaign, following an e l ec -
tr ical earth resistivity survey made by the State 
Geological Survey. 
Well No. 3 was then drilled in Oct. 1946 at the 
site of Test Hole No. 2, about 600 ft. west of v i l -
lage Well No. 1 (or approximately 60 ft. N. and 
1800 ft. E. of the S.W. corner of Section 16). The 
well was drilled to a depth of 44 ft. below a surface 
elevation of 551.7 ft. and was finished as a gravel-
pack with 39 ft. 7 1/2 in. of 16-in. od. outer casing 
from 21 in. above to 37 ft. 10 1/2 in. below ground 
level and with 45 ft. of 8-in. inner casing and 
screen from 15 in. above to 43 3/4 ft. below ground 
level. The screen was Johnson Armco-iron, 6 2/3 
ft. in length with 6 ft. exposed, having No. 60 slot 
openings. The bottom of the screen was driven to 
bed rock, and the top of the well was finished at 
5 1/4 ft. above ground level. The pump base is 
about 7 ft. above ground level. 
On Oct. 14, 1946, a production test was made 
by the State Water Survey using a rig-operated 
plunger pump for tes t purposes. The static water 
level was 14.6 ft. below the existing top of the 16-
in. casing, (elev. 553.5) and, after 5-hr. pumping 
at 50 gpm., the drawdown was 15 1/4 ft. Equi-
librium conditions were not attained nor closely 
approached. Thirty min. after stopping the pump, 
the water level had returned to within 1 ft. of 
the static level. 
Well No. 3 is the sole source of public sup-
ply. Water is pumped by a Burks jet pump, No. 
2 - E d i n b u r g 
160115, o p e r a t e d aga in s t a p r e s s u r e of 40 p s i . and 
e s t i m a t e d to d i s c h a r g e 20 g p m . ove r the a e r a t o r 
of the t r e a t i n g p lan t , 2 1/4 m i l e s e a s t of the we l l . 
Ana lys i s of a s amp le (Lab . No. 107,923) c o l -
l ec ted Oct . 14, 1946 af te r 4 - h r . pumping at 51 
gpm. showed t h i s w a t e r to have a h a r d n e s s of 
15.5 g r . p e r ga l . , a r e s i d u e of 353 p p m . , and an 
i r o n content of 22.5 p p m . 
All w a t e r i s a e r a t e d and f i l t e red for i r o n r e -
m o v e l . Ana lys i s of a s amp le (Lab . No. 115,510) 
co l l ec t ed July 29, 1948 showed the t r e a t e d w a t e r 
to have a h a r d n e s s of 14.7 g r . pe r ga l . , a m i n -
e r a l content of 280 p p m . , and an i r o n content of 
0.06 p p m . 
P u m p a g e i s e s t i m a t e d to a v e r a g e 24,000 gpd. 
LABORATORY NO. 107,923 
I l l ino i s Sta te Wa te r Survey - Bul le t in No. 40 
A public wa te r supply was i n s t a l l ed for the 
c i ty of E d w a r d s v i l l e (1008) in 1898 and a f r a n -
ch i se g r an t ed to the E d w a r d s v i l l e Water Works 
C o . In 1948, the publ ic w a t e r s y s t e m was p u r -
chased by the c i ty f r o m the I l l ino is C i t i e s Wa te r 
Co . 
Water h a s a lways b e e n obta ined f rom dr i f t 
w e l l s located a t the pumping s ta t ion in the A m e r i -
can B o t t o m s , n e a r P o a g , on the Wabash R. R . , 
five m i l e s w e s t of E d w a r d s v i l l e . The ground s u r -
face e leva t ion at the we l l s is 440± ft. 
The in i t i a l supply was obtained f r o m two 6-in; 
and two 8- in . tubula r w e l l s , e ach wel l 55 ft. d e e p . 
L a t e r a 9- in . and a 10- in . t ubu la r we l l w e r e 
d r i l l ed , e ach to a depth of 60 ft. About 1912, two 
open - top we l l s w e r e c o n s t r u c t e d to a depth of 70 
to 80 ft. and c a s e d with p o r o u s c o n c r e t e r i n g s 2 8 -
in . i nne r and 36 - in . ou te r d i a m e t e r s . The u n -
c o v e r e d tops of the c a s i n g s extended 5 ft. above 
ground leve l to p r e v e n t e n t r a n c e of su r face wash . 
A ninth wel l was c a s e d with p o r o u s c o n c r e t e 
r i n g s to a depth of 40 ft. be low which a 12- in . 
pipe ex tended 20 ft. to a to t a l depth of 60 ft. Wa-
t e r was pumped f r o m th i s wel l by a i r lift and 
'on ly used in c a s e s of e x t r e m e e m e r g e n c y . 
In 1914, i t w a s r e p o r t e d tha t a 32-f t . we l l , 
c a s e d with p o r o u s c o n c r e t e pipe furnished wa te r 
of sof ter qual i ty which was u s e d only in b o i l e r s 
a t the pumping s ta t ion . 
Wa te r was pumped f r o m the e ight we l l s by 
two suc t ion pumps s e t in a p i t , 7 ft. deep be low 
the pumping s ta t ion f loor . In 1914 the non-
pumping w a t e r l eve l w a s 22 ft. be low the pumping 
s ta t ion f loor , which was a t ground l eve l . 
All of the we l l s w e r e abandoned p r i o r to 1923, 
due to c logged s t r a i n e r s . The c o n c r e t e c a s i n g s 
b e c a m e c r a c k e d and le t fine sand in , filling up 
t h e s e we l l s n e a r l y t o t h e i r t o p s . 
In 1922, two we l l s w e r e d r i l l e d and located in 
the pumping s t a t ion . 
Well No. 1 was loca ted in the southwes t p a r t 
of the bui lding and was r e p o r t e d to be 113 1/2 ft. 
deep wi th 42 ft. of 18- in . Johnson s c r e e n , hav ing 
No. 14 s lo t open ings . The pumping a s s e m b l y c o n -
s i s t s of 64 ft. of 10- in . co lumn pipe; 22 1/2-in., 1-
s tage A m e r i c a n Well Works t u rb ine p u m p , No. 
55623, r a t e d at 1300 g p m . aga ins t 80 ft. of head ; 
the o v e r a l l length of the p u m p is 3 ft. 8 in . ; 2 0 -
h p . , G e n e r a l E l e c t r i c m o t o r No. 394899. 
In F e b . 1940, Wel l No. 1 was r e p o r t e d to y ie ld 
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300 to 350 g p m . The wel l is now ma in t a ined for 
e m e r g e n c y u s e . 
Wel l No. 2 was loca ted in the n o r t h e a s t p a r t 
of the pumping s ta t ion bu i ld ing . I t was r e p o r t e d 
to be 114 1/2 ft. deep and c a s e d with 36 - in . pipe 
f r o m the s u r f a c e to 70 ft.; 2 0 - i n . p ipe f r o m 70 to 
74 ft. and with 42 ft. of 18- in . Johnson s c r e e n 
having No. 14 s lot open ings . At the s a m e t i m e 
the pumping a s s e m b l y c o n s i s t e d of 24 ft. of 9 - in . 
column p ipe ; 19 5 / 8 - i n . , 1-s tage A m e r i c a n Well 
Works tu rb ine pump , No. 39856, r a t e d a t 700 
gpm. aga ins t 60 ft. of head ; 2 0 - h p . , 870 r p m . 
G e n e r a l E l e c t r i c m o t o r . 
In 1940, old Well No. 2 w a s abandoned and 
plugged. 
A t h i r d we l l , now known as Well No. 2, was 
d r i l l e d in July 1939 by Haro ld Watson , E a s t St . 
L o u i s , and loca ted 75 ft. south of Well No. 1 and 
122 ft. sou thwes t of old Wel l No. 2 (or a p p r o x i -
m a t e l y 2000 ft. N. and 500 ft. W. of the S. E. c o r -
n e r of Sect ion 13, T. 4 N . , R. 9 W.). Well No. 2 
w a s c a s e d with 16- in . pipe and with 40 ft. 8 in . of 
15- in . Johnson E v e r d u r s c r e e n having No. 30 s lo t 
open ings . The b o t t o m of the s c r e e n is 111 1/2 ft. 
below the g round s u r f a c e . 
The pump a s s e m b l y c o n s i s t s of 55 ft. of 9 - in . 
co lumn pipe; 14- in . 2 - s t a g e P o m o n a tu rb ine pump , 
No. SU 1033, r a t e d at 1300 g p m . aga ins t 75 ft. of 
head ; 15 ft. of 9 - in . od. suc t ion p ipe ; 4 0 - h p . , 1760 
r p m . Wes t inghouse e l e c t r i c m o t o r , No. 3 6 T L 2 2 1 . 
In F e b . 1940, the non-pumping w a t e r l eve l in 
Well No . 2 was 25 ft. 7 in . below ground l eve l and 
af ter 4 5 - m i n u t e s pumping a t a p p r o x i m a t e l y 1650 
gpm. , the drawdown w a s 19 ft. At the s a m e t i m e 
the w a t e r l eve l in old Well No. 2 was l owered 5 
in . and in Well No. 4 it was l owered 1 ft. 7 in . 
Well No . 2 fu rn i shes the p r i n c i p a l po r t i on of 
the ci ty w a t e r supply . 
Ana lys i s of a s a m p l e (Lab . No. 116,489) c o l -
lec ted Nov. 17, 1948 af ter a l l - d a y pumping , showed 
the w a t e r f r o m Well No. 2 to have a h a r d n e s s of 
12.4 g r . pe r g a l . , a r e s i d u e of 264 p p m . , and an 
i r o n con ten t of 2.8 p p m . 
All w a t e r i s c h l o r i n a t e d . 
In May 1944 the wel l was r e h a b i l i t a t e d with 
580 lb . of Calgon and 30 lb . of HTH. The t r e a t -
m e n t did not i m p r o v e the capac i ty of the wel l as 
an t i c ipa t ed , but c o n s i d e r a b l e i r o n depos i t was r e -
m o v e d f r o m the i n s ide of the pump and p r o b a b l y 
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from the inside of the casing and screen. 
Well No. 4 was drilled in Sept. 1939 by Harold 
Watson and was located 106 ft. southeast of Well 
No. 2. The well construction, casing, screen size, 
and depth were the same as for Well No. 2. The 
pump discharged gravel and it was believed that 
the screen was worn out. When the screen and 
casing were removed, the screen was found to 
be in good condition, but a leak was found in the 
packer between the casing and screen. The well 
was abandoned. 
A well, now known as Well No. 3 was drilled 
in 1945 to a depth of 113 ft. 7 in. by Harold Wat-
son, and located about 175 ft. west of the present 
Well No. 2. The well is cased with 75 1/2 ft. of 
16-in. casing and 42 ft. exposed length of Cook 
screen having No. 30 slot openings. The dri l ler 
reported the formation penetrated as follows: 
fine sand from 0 to 65 ft.; fair sand from 65 to 95 
ft. and good sand and gravel from 95 to 114 ft. 
The pumping equipment, removed from aban-
doned well No. 4, consists of 60 ft. of 8-in. col-
umn pipe; 9-stage Byron Jackson turbine pump, 
Serial No. 159249, rated at 700 gpm. against 400 
ft. of head at 1750 rpm.; 10 ft. of 8-in. suction 
pipe; 100-hp. General Electric motor, No. 5448008. 
The pump delivers 850 gpm. against a p r e s -
sure of 175 psi . 
Water is pumped directly from Well No. 3 to 
the mains. F r o m Wells No. 1 and No. 2 water is 
pumped to an underground reservoi r of 250,000-
gal. capacity, located at the pumping station. 
Pumpage is estimated to average 0.9 mgd. 
LABORATORY NO. 116,489 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
village of Elburn (624) about 1900. 
The initial supply was obtained from a well 
drilled to a depth of 1450 ft. by Mr. Phildot of 
St. Charles . It is located on F i r s t St. and 225 ft. 
south of North St. (approximately 1450 ft. S. and 
275 ft. E. of the N. W. corner of Section 5, T. 39 
N., R. 7 E.). The elevation of the ground su r -
face is 850± ft. The well was reported to have a 
diameter of 10 in. at the top and 4 in. at the bot-
tom. 
On May 3, 1928 the non-pumping water level 
was about 75 ft. below the pump base. Water was 
pumped by an American Well Works plunger pump 
having a 7-in. cylinder setting of 156 ft. and a 24-
in. stroke. It was operated at a speed of 20 spm. 
giving a theoretical displacement of 80 gpm. and 
belt-driven by a 15-hp. General Electric motor. 
This well was the source of the entire public 
water supply until another well was placed in 
service in 1937. It has not been used since 1937 
and the motor is disconnected. 
A new well was drilled in 1937 to a depth of 
153 ft. by M. L. Reichart , Batavia, and located 
about 50 ft. west of F i r s t St. and 85 ft. south of 
NorthSt. (or approximately 1300 ft. S. and 250 ft. 
E. of the N. W. corner of Section 5.). The pump 
base has an elevation of 850± ft. Water is ob-
tained from a water-bearing formation at the 
bottom of the well consisting of coarse angular 
sand. 
The well is cased with 10-in. pipe from the 
surface to a depth of 140 ft. below which an 11-ft. 
length of 8-in. No. 8 Clayton Mark b ras s screen 
was installed through the water-bearing forma-
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tion. 
A 24-hr. production tes t was made by the State 
Water Survey on Mar. 22-23, 1937. Before the test 
the standing water level was 85 ft. below the ground 
surface. Pumping was started at a rate of 75 gpm. 
and continued for 9 hr . at the end of which period 
the drawdown was 65 ft. The rate of pumping was 
gradually decreased to 40 gpm. and continued at 
that r a t e . The drawdown remained constant at 65 
ft. during the remainder of the test . 
A treatment plant was installed and placed in 
operation in Nov., 1937. The water is pumped 
from the well at a rate of about 100 gpm. and is 
discharged over a coke-tray aerator into a de -
tention basin from which it is then pumped at a 
rate of 100 gpm. through either of 2 Permutit 
p ressure sand fi l ters. 
The pump installation in service consists of 
140 ft. of 5-in. column pipe; 8-in., 5-stage Amer i -
can Well Works turbine pump, No. 60567, rated 
at a capacity of 100 gpm. against 145 ft. of head; 
7 1/2 ft. of 5 -in. suction pipe with 1 1/2 ft. of 
tapered s trainer; 148 1/2 ft. of 1/4-in. air line; 
7 1/2-hp. U. S. electric motor. 
On Aug. 7, 1947, the non-pumping water level 
was 102 1/2 ft. below the pump base after a 30-
min. idle period. The average estimated pumpage 
is 22,000 gpd. 
Analysis of a sample (Lab. No. 111,420) col-
lected Aug. 7, 1947 after 1/4-hr. pumping at 100 
gpm., showed this water to have a hardness of 
14.8 gr. per gal., a residue of 350 ppm., and an 
iron content of 1.8 ppm. 
The municipality owns an iron removal plant. 
LABORATORY NO. 111,420 
Illinois State Water Survey - Bulletin No. 40 
The system of water works was originally in-
stalled by the city of Elgin (38,333) in 1887-1888. 
Water was obtained from the Fox River. The 
pumping station and filtration plant are located 
between the east bank of Fox River and the Chi-
cago and Northwestern Railway about 1000 ft. 
north of Slade Ave. P res su re filters were in-
stalled in the original plant and all water drawn 
from the river was filtered and treated. Because 
of adverse public opinion in obtaining water from 
this source a group of 4 deep wells, 1300 to 2000 
ft. in depth, were drilled at the plant site on Slade 
Ave. and placed in service in 1904. The supply 
from these wells and other wells subsequently 
drilled was not always adequate to furnish the en-
tire water demands of the city and the original 
pumping station and filter plant was maintained 
for service to supplement the well supply with 
filtered r iver water until about 1920. 
To meet the increased water consumption a 
system of shallow wells was constructed. Four 
of these wells were located about 110 to 200 ft. 
southwest of the pumping station. The first well 
in this group was a dug well located about 110 ft. 
southwest of the pumping station, completed to a 
reported depth of 19 ft. in 1914. This was fol-
lowed by three 6-in. wells drilled about 1921 to 
depths of about 37 ft. and spaced about 22 ft. 
apart , the nearest well being about 45 ft. from 
the dug well. 
In 1921, a well was drilled in the southern 
part of the city on the west side of St. Charles St. 
between Dixon and Elgin Ave. The depth of the 
well was about 100 ft. and water was obtained 
from a coarse sand and gravel stratum near the 
bottom. Another well was drilled in 1926 on 
North State St. at the northwest corner of Wash-
ington St. to a reported depth of about 43 ft. pen-
etrating water-bearing sand. 
Two other shallow wells penetrating water -
bearing sand and gravel deposits were drilled in 
1928. One of these wells, located on the west side 
of Crighton Ave. between West Chicago St. and 
Pennsylvania Ave., was 48 1/2 ft. in depth, and the 
other well at the east end of Laurel St. at the south-
west intersection of Illinois Ave. was 59 ft. deep. 
To alleviate a water shortage, in the summer of 
1931, a group of 4 shallow wells owned by the 
Borden Milk Co. were purchased by the City. 
These wells were located on the east bank of Fox 
River, about 375 to 450 ft. south of the center of 
Kimball St. and varied in depth from 36 to 46 ft. 
They obtained water from sand and gravel forma-
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t ions. 
An attempt to develop a gravel well at a depth 
of 85 ft. in the southeastern part of the city near 
the southeast corner of Lavoie and Elgin Ave. was 
unsuccessful. The drilling was continued to a 
penetration of the upper sandstone and completed 
at a depth of 677 1/2 ft. in Sept., 1931. It was 
placed in service in 1932. In 1945 it was deep-
ened to 1978 ft. 
In 1931 a well was drilled to a depth of 1940 
ft. near the southwest corner of Schuler St. and 
Commonwealth Ave. This well was placed in 
service in 1932. 
Another well was constructed at the north-
west corner of Clifton Ave. and Erie St. which 
was called the Erie St. Well. It was reported 
having a depth of about 40 ft. and small productive 
capacity. 
The original group of deep wells, No. 1 to 4, 
at the Slade Ave. plant site a re still in service. 
The approximate location of the center of this 
group is 800 ft .S. and 700 ft. W. of the N. E. cor -
ner of Section 11, T. 41 N., R. 8 E. These wells 
are located nearly in a straight line extending 
from southwest to northeast. The measured 
distances in ft. between the wells are as follows: 
Well No. 1 to No. 2 = 205.4 
Well No. 2 to No. 3 = 333.6 
Well No. 3 to No. 4 = 501.4 
Elevations established at their existing pump 
bases are : 
No. 1 740.67 ft. 
No. 2 743.33 
No. 3 744.88 
N o . 4 740.11 
These wells were drilled by Frank M. Gray, 
Milwaukee, Wis., and placed in service in 1904. 
The depths as originally drilled respectively 
were Well No. 1, 2000 ft. and Wells 2, 3, and 4, 
1300 ft. The dr i l le rs original hole size and c a s -
ing record are not available but the wells were 
all reported 12 in. in diameter at the top and 8 
in. in diameter at the bottom. 
The well was tested for production after com-
pleted and it was determined that its specific ca-
pacity when plugged at a depth of 1400 ft. was as 
high as when drawing from the entire well. The 
other 3 wells were then drilled to 1300 ft. 
2 - Elgin 
Wate r was or ig ina l ly pumped by a shaft and 
tunne l s y s t e m connect ing the 4 exis t ing we l l s at a 
depth of 115 ft. be low the s u r f a c e . When the we l l s 
w e r e d r i l l ed , the depth to w a t e r was about 11 ft. 
A pump in s t a l l ed in the bo t tom of the shaft in 
1911 was r e p o r t e d to d i s c h a r g e at a r a t e of 2.5 
mgd . 
On M a r . 19 and 23 , 1917 t e s t s w e r e m a d e 
which showed a r a t e of p roduc t ion of 2.138 mgd . 
f r o m the 4 wel l s when o p e r a t e d s imu l t aneous ly by 
the shaft and tunnel s y s t e m . The non-pumping 
wa te r l eve l below the pumping s ta t ion floor was 
52.6 ft. af ter s e v e r a l h r . idle pe r i od and the w a -
t e r l eve l was 124 1/2 ft. a f ter 4 - h r . pumping. At 
t h i s t i m e a 2 5 - l b . weight was lowered to dep ths of 
1159, 1272, 1178, and 589 ft. in Wells 1, 2, 3, and 
4, r e s p e c t i v e l y , indicat ing b r idg ing or filling of 
the wel l s s ince cons t ruc t i on . 
In 1924 the combined produc t ion of a l l 4 we l l s 
had d e c r e a s e d to an e s t i m a t e d 1.2 mgd . Wells 
No. 2, 3, and 4 w e r e c leaned out in 1924-1925 and 
extended as 8- in . ho les to depths of 1950, 1960, and 
1880 ft., r e s p e c t i v e l y . No c a s i n g s w e r e p laced or 
r e p l a c e d in the upper p a r t s of the w e l l s . The 
wel l s w e r e r e p o r t e d cased with 12- in . pipe to a 
s e a t in the G a l e n a - P l a t t e v i l l e do lomi te at a depth 
of at l e a s t 115 ft. By June 1, 1928 the non-pumping 
w a t e r l eve l in the we l l s was l owered to about 79 
ft. be low the su r face and the combined produc t ion 
of the we l l s was l imi ted to about 1 mgd . by the 
ex is t ing shaft and tunnel s y s t e m of pumping . 
Th i s s y s t e m was then supp lemented by the i n s t a l -
la t ion of a i r l if ts in Wells 2, 3, and 4, to boos t 
the w a t e r up to the tunne l p u m p s , t h e r e b y i n c r e a s -
ing the d e l i v e r y to 1.7 mgd . 
In 1931, Well No. 1 which had been out of 
s e r v i c e for a few y e a r s was r e p a i r e d . I t was r e -
po r t ed c l eaned out and " s h o t " a t dep ths of 1525, 
1450, 1200, and 1100 ft. An a i r lift was i n s t a l l e d 
in the wel l in M a r . , 1931. Weir box m e a s u r e -
m e n t s showed a p roduc t ion of 360 gpm. with a 
drawdown of 36 ft. f rom a non-pumping w a t e r 
l eve l of 87 ft. below the s u r f a c e . 
By 1932 the shaft and tunnel s y s t e m of p u m p -
ing with supp l emen ta ry a i r l if ts w a s abandoned . 
The we l l s w e r e equipped with v e r t i c a l shaft t u r -
bine pumps s e t at depths of 250 ft. below the 
s u r f a c e . A 4 8 - h r . t e s t of cont inuous pumping of 
the t u r b i n e s ins t a l l ed in Wel ls No. 1, 2, and 3 was 
made in Aug. 1931. At the end of the t e s t a c o m -
bined product ion of 2.9 m g d . and an a v e r a g e 
pumping w a t e r l eve l of 191 ft. be low the su r face 
was r e p o r t e d . 
Water l e v e l s for the we l l s in th i s g roup ar-
r a n g e m e n t have been difficult to obta in b e c a u s e 
of the i n t e r f e r e n c e among the 4 we l l s by the o p -
e r a t i o n of any of the p u m p s . 
A v e r a g e wate r l eve l s a r e shown in ft. be low 
ground leve l in Table 1. 
TABLE 1 
X Combined product ion of a l l 4 w e l l s . 
XX Combined produc t ion of Wel l s 1, 2, and 3. 
In 1943, Well No. 1 was r e p o r t e d " s h o t " with 
a 500 l b . c h a r g e of 100% b l a s t i ng gelatin, be tween 
dep ths of 1120 and 1160 ft. Approx imate ly 30 cu . 
yd. of sand w e r e r e m o v e d f r o m the we l l . A 
sounding at tha t t ime r e v e a l e d an 11 1/2-in. 
LABORATORY NO. 115,155 
hole to 404 ft.; an unknown length of 10-in. liner 
at a depth of about 800 ft. below which the hole 
was 8 in. in diameter to the bottom. 
A production test was made on Mar. 21 and 
22, 1946. Before the test, the non-pumping wa-
ter level was 147 ft. below the pump base with no 
pumping in Wells No. 2 and 3. While pumping at 
685 gpm. the drawdown was 95 ft. with pumping 
in Wells No. 2 and 3. 
Analysis of a sample (Lab. No. 115,155) col-
lected June 29, 1948 after 18-hr. pumping at 
1076 gpm. showed the water to have a hardness of 
15.5 gr. per gal., a residue of 332 ppm., and 
an iron content of 0.1 ppm. 
In Apr., 1945, the well was cleaned out to a 
depth of 1945 ft. Bridges were encountered at 
depths of 1145 and 1560 ft. which were removed. 
In Apr., 1947, while making a new pump in-
stallation in the well the turbine could not be 
lowered beyond a depth of 396 ft. because pf an 
obstruction. The following pump installation was 
then made: 380 ft. of 8-in. column pipe; 12-in., 
17-stage Aurora Pump Co. turbine pump having 
an overall length of 13 ft. and a rated capacity of 
1000 gpd. against 390 ft. of head; 20 ft. of 8-in. 
suction pipe with tapered strainer; 302 ft. of 1/4-
in. gi. air line; 150-hp. U. S. electric motor. 
On Apr. 23, 1947, when pumping at 1124 gpm. 
the water level was below the 302-ft. air line 
after 4-hr . pumping. The non-pumping water 
level on Apr. 2 4 and May 2, 1947 was 157 ft. be-
low the pump base. 
This well was in daily service in Aug. 1947. 
In 1941, Well No. 2 was reported " s h o t " at 
depths of 1375 and 1800 ft. The well was r e -
habilitated by the Layne Western Co., Chicago, 
Elgin - 3 
Jan. to Mar., 1946. It was found filled to the 
1221 ft. level with a quantity of hard blue sandy 
shale which was drilled and baled out and the hole 
cleaned to a depth of 1965 ft. The hole diameters 
were reported as given in Table 2. 
TABLE 2 
12-in. hole to 695 ft. 4 in. 
10-in. hole from 695 ft. 4 in. to 861 ft. 8 in. 
8-in. hole from 861 ft. 8 in. to 1965 ft. 
A leak was also reported in the upper 12 in. 
well-casing at a depth of 135 ft. A 6-in., slotted 
liner was installed between depths of 1147 and 
1264 ft. Following the rehabilitation work, p ro -
duction tests were made on Feb. 7 and Mar. 12, 
1946. Before the tes t , the water level was 133 ft. 
below the pump base when all pumps were idle. 
When pumping at 675 gpm. the drawdown was 117 
ft. with the pumps in Wells No. 1 and 3 in oper-
ation and No. 4 idle. Before the tes t , the water 
level in Well No. 4 was 140 ft. below the pump 
base and 209 ft. after 12 hr . of res t period with 
pumps No. 2 and 3 in operation. 
Analysis of a sample (Lab. No. 115,121), while 
pumping at a rate of 1056 gpm., showed this wa-
ter to have a hardness of 14.8 gr . per gal. , a 
residue of 327 ppm., and an iron content of 0.2 
ppm. 
The existing pump installation, made Apr. 25, 
1947, is 400 ft. of 8-in. column pipe; 12-in., 17-
stage Aurora Pump Co. turbine pump having an 
overall length of 13 ft. and a rated capacity of 
1000 gpm. against 390 ft. of head; 20 ft. of 8-in. 
suction pipe with tapered strainer; 400 ft. of 1/4-
in. gi. air line (defective); 150-hp. U. S. electric 
motor. 
Following this installation a pumping test was 
made which showed a uniform discharge of 1058 
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gpm. during a 24-hr. pumping period. The draw-
down could not be determined because the air line 
was defective. All water levels previously ob-
served for Well No. 2 have been identical with 
Well No. 1 under similar operating conditions. 
This well was in daily service in Aug. 1947. 
The upper vertical alignment of Well No. 3 
was checked on May 6, 1947 by lowering dum-
mies into the well. A dummy having a length of 
20 ft. and an od. of 11 1/2 in. was lowered to a 
depth of 3 1 ft. where it stopped. This was fol-
lowed by another dummy of 40 ft. length and 9 1/2 
in. od. which was lowered to a depth of 509 ft. 7 
in. where it came to a stop. At a depth of 375 ft. 
the dummy was tight in the hole. 
The existing pump installation, made on May 
7, 1947, is 400 ft. of 8-in. column pipe; 12-in., 
17-stage Aurora Pump Co. turbine pump having 
a rated capacity of 1000 gpd. against 390 ft. of 
head; the overall length of the pump is 13 ft.; a 
suction screen; 400 ft. of 1/4 -in. air line; 150-hp. 
U. S. electric motor. 
During a 24-hr. test run with the above equip-
ment pumping at a rate of 1146 gpm., consider-
able sand was discharged which cleared up during 
the tes t . However, subsequent operations have 
shown periodical discharges of sand which could 
only be cleared up by continuous periods of op-
eration. On May 12, 1947 the non-pumping water 
level was 155 ft. below the pump base after a 12-
hr . idle period for all wells in this group. On 
that date the pumping water level was 245 ft. be -
low the pump base with none of the other pumps in 
this group in operation. 
In Aug. 1947 the operation of Well No. 3 was 
alternated with Well No. 4. 
Analysis of a sample (Lab. No. 115,156) col-
. lected June 29, 1948, while pumping at a rate of 
1000 gpm., showed this water to have a hardness 
of 16.9 g r .pe r gal., a residue of 350 ppm. and an 
iron content of 0.2 ppm. 
In May, 1942, Well No. 4 was checked for 
hole sizes and depth by S. B. Geiger & Co., Chi-
cago. A bridge was found in the well at a depth 
of 590 ft. which was removed. The information 
was reported by the driller as given in Table 3. 
TABLE 3 
12-in. casing from the surface to a depth of 300 ft. 
12-in. hole between depths of 300 and 591 ft. 
10-in. hole between depths of 591 and 860 ft. 
8-in. hole between depths of 860 and 1880 ft. 
The existing pump installation, made on May 
16, 1947, is 350 ft. of 8-in. column pipe; 12-in., 
17-stage Aurora Pump Co. turbine pump having 
a rated capacity of 1000 gpm. against 390 ft. of 
head; the overall length of the pump is 13 ft.; 20 
ft. of 8-in. suction pipe with tapered strainer; 
350 ft. of 1/8-in. gi. air line; 150-hp. U. S. e lec-
t r ic motor. 
Following this installation, a 24-hr. pumping 
test was made. When pumping at 1146 gpm. the 
drawdown was 92 ft. from a non-pumping water 
level of 156 ft. below the pump base. No other 
pumps in this group were in operation at this 
t ime. 
The same difficulty of pumping sand with a 
lowered turbine setting that was experienced with 
Well No. 3 was also encountered in Well No. 4. 
The water would clear up only after long periods 
of continuous pumping. 
This well serves as an auxiliary supply unit 
and operated during the summer months, a l te r -
nating with Well No. 3. 
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A n a l y s i s of a s amp le ( L a b . No. 115,122) c o l -
lec ted June 28 , 1948, while pumping at a r a t e of 
1000 gpm. , showed the w a t e r to have a h a r d n e s s 
of 16.4 g r . p e r ga l . , a r e s i d u e of 347 p p m . and an 
i r o n content of 0.2 ppm. 
The g r o u p of shal low we l l s at the Slade Ave . 
p lant s i te c o m p r i s i n g the dug we l l and t h r e e 6- in . 
d r i l l e d we l l s a r e no longer in s e r v i c e . T h e s e 
we l l s obta ined w a t e r f r o m the sand and g r a v e l 
f o r m a t i o n s ove r ly ing b e d r o c k . 
The dug wel l furn ished about 6 mgd . in 1916 
but when the 6- in . d r i l l ed we l l s w e r e p laced in 
s e r v i c e in 1921 the w a t e r l eve l w a s d r a w n to the 
bo t tom of the w e l l . 
The p u m p s in the 6- in . we l l s w e r e p laced in 
p i t s about 15 ft. be low the g round s u r f a c e . T h e i r 
combined produc t ion was r e p o r t e d to be 1 /2 mgd . 
in Dec . 1921 . Only one of the p u m p s was o p e r a t e d 
cont inuous ly at a r a t e of 350 gpm. in Jan . , 1925 b e -
c a u s e l i t t l e addi t ional w a t e r could be obta ined by 
the o p e r a t i o n of addi t ional p u m p s . By Aug. , 1931 
the cont inuous ope ra t i on of a s ingle wel l in the 
group p r o d u c e d 1/4 mgd . T h e s e w e l l s w e r e a b a n -
doned in 1932. Two of the 6 - in . we l l s a r e now 
filled and the o t h e r one is capped . 
The 19-ft. dug wel l was extended in 1934 as 
a d r i l l ed wel l to a r e p o r t e d depth of 53 1/2 ft. be-
low the s u r f a c e . I t was c o n s t r u c t e d by the c i ty as 
a g r a v e l - p a c k e d wel l and c a s e d with 12- in . pipe 
with a 12- in . s c r e e n a t the b o t t o m . Th i s we l l i s 
now ca l l ed No. 5 and is in s e r v i c e as an a u x i l i a r y 
supply uni t . 
The p u m p ins t a l l a t i on is 40 ft. of 6 - in . od . 
co lumn pipe; 8 - in . , 3 - s t age A m e r i c a n Well Works 
tu rb ine p u m p , No. 58154, having a r a t e d capac i t y 
of 200 gpm. aga ins t 65 ft. of head ; 6 ft. of 5- in . 
od. suc t ion p ipe ; 40. ft. of 1/4- in. g i . a i r l i ne ; 
7 1 / 2 - h p . U. S. e l e c t r i c m o t o r . 
OnSep t . 28 , 1946 the n o n - p u m p i n g wa te r l eve l 
w a s 12 ft. be low the p u m p b a s e a f t e r an id le p e r i o d 
of a mon th . When pumping at a r a t e of 200 gpm. , 
the d r a w d o w n w a s 10 to 12 ft. 
The wel l i s r e p o r t e d to have a c a p a c i t y g r e a t -
er than 200 g p m . 
Ana lys i s of a s a m p l e (Lab . No . 115,123) c o l -
l e c t e d June 28 , 1948, while pumping at a r a t e of 
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200 gpm., showed this water to have a hardness 
of 19.3 gr. per gal., a residue of 386 ppm. and an 
iron content of 0.5 ppm. 
All water pumped from the Slade Ave. plant 
is aerated, softened, and chlorinated. 
Analysis of a sample (Lab. No. 112,421) col-
lected Aug. 21, 1947 showed the treated water to 
have a hardness of 5.0 gr. per gal., a mineral 
content of 155 ppm., and an iron content of 0.04 
ppm. 
The original St. Charles St. well located ap-
proximately 700 ft. N. and 1500 ft. W. of the S. E. 
corner of Section 24, was the most productive of 
the shallow wells constructed for the city. It 
was drilled to a depth of 101 ft. in 1921 by the 
Kelly Well Co., Grand Island, Neb. 
The elevation of the surface of the ground is 
728±ft. The well was cased with 24 in. (18 in. id.) 
concrete pipe with 22 ft. of concrete screen at 
the bottom. The top of the casing was in a pit 
about 11 ft. below the ground surface. Upon its 
completion the well was tested four days by 
pumping 7 h r . each day. It produced 1080 gpm. 
with a maximum drawdown of 24 ft. from a non-
pumping water level at the top of the casing. 
In 1924, pumpage from this well averaged 
643,225 gpd. The production rate of the well 
gradually decreased to 860 gpm. in 1925, 685 
gpm. in June, 1928 and 133 gpm. in Aug., 1931. 
No recession in the non-pumping water level had 
occurred during the 10 year operation of the well 
and the diminished capacity was attributed to a 
blocking of the water passages in the concrete 
screen or the gravel filter surrounding it. 
About Oct., 1931, the well was surged with an 
8-in. drill and tools wrapped in wire and rope. 
After 3 days surging, considerable sand was r e -
moved and a test was made showing an increase 
in production of 250 gpm. Surging was continued 
but after another day nothing but pea-sized g ra -
vel was removed and upon testing the production 
decreased to the pre-surging capacity of 100 
gpm. The well was abandoned shortly after the 
new well at the site was placed in service. 
In 1933, a new well was drilled by the Kelly 
Well Co. on the St. Charles site about 35 ft. from 
the other well. The test hole indicated identical 
formations and the well was constructed similar 
to the other well except that the concrete casing 
and screen was 16 in. in diameter and the depth of 
the well 105 ft. The elevation of the pump base is 
728.4 ft. When the well was completed, the stand-
ing water level was 13 ft. below the ground sur -
face. 
In 1934, the pumping water level was 42 ft. 
below the surface and the production averaged 
300,000 gpd. 
In 1944, pumpage from this well averaged 
187,740 gpd. During the year 1944 weekly ob-
servations of non-pumping water levels showed 
levels of 24 to 25 ft. below the pump base. 
The existing pump installation, made in May 
1945, is 70 ft. 5 in. of 8-in. column pipe; 12-in., 
4-stage American Well Works turbine pump, head 
No. 58076 and bowl assembly No. 57434, having a 
rated capacity of 450 gpm. against 237 ft. of head; 
the overall length of the pump is 4 ft.; 12 ft. of 
8-in. suction pipe; 85 ft. of 1/4-in. gi. air line; 
40-hp. U. S. electric motor. 
Following this installation the pumping water 
level was 73 ft. below the pump base when pump-
ing at 950 gpm. The water levels in this well are 
influenced by industrial pumpage in the adjacent 
te r r i tory as evidenced by the following recorded 
non-pumping water levels: 16 ft. on Nov. 16, 
1946; 13 1/2 ft. on Jan. 30, 1947; and 15.6 ft. on 
Feb. 26, 1947. 
The well is used only as an auxiliary supply 
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unit. It was out of service in 1946 but was op-
erated again in Aug. 1947. 
Analysis of a sample (Lab. No. 115,158) col-
lected June 30, 1948, while pumping at a rate of 
900 gpm., showed this water to have a hardness 
of 32.3 gr. per gal., a residue of 652 ppm. and an 
iron content of 4.4 ppm. 
All water pumped to the distribution system 
from this plant is chlorinated and treated for iron 
removal. In Sept. 1947 a softening plant was be -
ing constructed at this station. 
The North State St. Well was drilled in 1926 
by the Kelly Well Co. and located about 40 ft. 
north of Washington St. and 60 ft. west of State 
St. (or approximately 2000 ft. S. and 1950 ft. W. 
of the N. E. corner of Section 14). The well was 
completed at a depth of 43 ft., and penetrated 
sand and gravel from the surface. The well was 
cased with 25-in. concrete pipe and screen with 
the top of the casing in a pit about 18 ft. below a 
ground surface elevation of 725± ft. 
On May 30, 1928, after the pump had been 
idle 12 hr . , the water level was 15.7 ft. below the 
floor level of the pit. The well was operated only 
during the summer months. 
In a test made in Aug. 1931 when pumping at 
84 gpm. the drawdown was 1.4 ft. from a non-
pumping water level of 12.3 ft. below the pump 
pit floor. 
Water was pumped by suction lift until about 
1932. The existing pump installation, made in 
1942, is 16 ft. 9 in. of 6-in. column pipe; 8-in., 
10-stage Ame ricanWell Works turbine pump, No. 
65477, having a rated capacity of 215gpm. against 
215 ft. of head; the overall length of the pump is 
6 ft. 3 in.; 15-hp. U. S. electric motor. 
In 1946 the non-pumping water levels aver -
aged 12 1/2 ft. below the pump base or 28 1/2 ft. 
below the ground surface and when pumping at a 
rate of 215 gpm. the drawdown was 5 1/2 ft. 
-Analysis of a sample (Lab. No. 115,157) col-
lected June 28, 1948, while pumping at a rate of 
225 gpm., showed the water to have a hardness 
of 27.6 gr. per gal., a residue of 594 ppm., and 
an iron content of 0.1 ppm. 
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The wel l i s u sed as an a u x i l i a r y supply unit 
and w a s be ing ope ra t ed in Aug. 1947. 
The Cr igh ton Ave. Well w a s d r i l l e d by the 
Kel ly Well C o . in 1928 and loca ted app rox ima te ly 
2050 ft. N. and 1230 ft. E. of the S. W. c o r n e r of 
Sect ion 14. The wel l was c o n s t r u c t e d to a r e -
p o r t e d depth of 53 ft. and sand and g r a v e l was 
encoun te red 12 ft. below a ground su r f ace e l e v a -
t ion of 800± ft. It was c a s e d with 25 - in . c o n c r e t e 
pipe and s c r e e n . 
A tu rb ine pump was i n s t a l l ed with an a t t ached 
suc t ion pipe the end of which was p laced at a 
depth of 43 ft. On May 30, 1928 the flow m e t e r 
ind ica ted a d i s c h a r g e of 218 g p m . 
In a t e s t m a d e in Aug. 1931 when pumping at 
203 gpm. the drawdown w a s 23 ft. f rom a n o n -
pumping w a t e r l eve l of 19 ft. below the s u r f a c e . 
The s a m e w a t e r l eve l s w e r e r e p o r t e d in 1934 
when the wel l was producing 300,000 gpd. 
The ex is t ing pump in s t a l l a t i on , m a d e in 1935 
is 40 ft. of 6 - in . column pipe; 8 - in . , 6 - s t age A m -
e r i c a n Well Works t u rb ine p u m p No. 55175, r a t e d 
at a c apac i t y of 200 gpm. a g a i n s t 152 ft. of head ; 
7 ft. of 5 - in . suc t ion pipe; 15-hp . U. S. e l e c t r i c 
m o t o r . 
In 1946 the non-pumping wa te r l eve l s a v e r -
aged 8 ft. 4 in . be low the pump b a s e and the p u m p -
ing l e v e l s a v e r a g e d 36 ft. dur ing cont inuous o p e r -
at ing p e r i o d s . 
Ana lys i s of a s amp le (Lab . No. 115,154) c o l -
l ec ted June 30 , 1948, while pumping at a r a t e of 
200 g p m . , showed the w a t e r to have a h a r d n e s s of 
33.6 g r . pe r g a l . , a r e s i d u e of 628 p p m . , and an 
i r o n content of 0.1 ppm. 
All w a t e r pumped f r o m th i s we l l i s ch lo r ina t ed . 
The wel l i s r e p o r t e d as an aux i l i a ry supply 
unit and i s in s e r v i c e p r inc ipa l ly dur ing the s u m -
m e r m o n t h s . 
The L a u r e l St . Well was c o n s t r u c t e d by the 
Kel ly Well Co . in 1928 and located a p p r o x i m a t e l y 
1300 ft. N. and 700 ft. W. of the S. E. c o r n e r of 
Sect ion 13 . The d r i l l e r r e p o r t e d the depth of the 
wel l to be 53 ft. below a ground su r face e l e v a -
t ion of 730± ft. 
The wel l was c a s e d with 2 5 - i n . conc re t e pipe 
and s c r e e n with the top of the cas ing about 1 ft. 
below ground l e v e l . The length of the s c r e e n was 
r e p o r t e d to be 35 ft. The s tanding w a t e r l eve l 
was 34 in . be low the top of cas ing on June 29, 
1928 af ter the wel l was comple t ed . 
Dur ing a t e s t made on Aug. 6, 1928 when 
pumping at a r a t e of 750 gpm. by suct ion lift 
aga ins t a p r e s s u r e of 75 p s i . the drawdown was 
10 ft. 
Dur ing the s u m m e r pumping pe r iod in 1931 
the e s t i m a t e d product ion was 200 gpm. but a f t e r 
an i nope ra t i ve pe r i od the wel l p r o d u c e d 540 gpm. 
in a t e s t in Oct . 1931. 
The wel l was abandoned as a public supply 
s o u r c e in the fall of 1931 b e c a u s e of a danger of 
con tamina t ion f rom changes in s u r f a c e condi t ions 
to the adjacent a r e a . 
The Borden Milk C o . we l l s w e r e p u r c h a s e d 
by the ci ty to r e l i e v e a w a t e r sho r t age in the 
s u m m e r of 1931. They a r e loca ted about 30 ft. 
e a s t of the Fox R i v e r and 375 to 450 ft. south of 
the c e n t e r of Kimbal l Ave . (or a p p r o x i m a t e l y 
1330 ft. S. and 1520 ft. W. of the N. E. c o r n e r of 
Sect ion 14). T h r e e of t he se we l l s a r e 6 in . in 
d i a m e t e r and 46 ft. deep , and one is 12 in . in d i -
a m e t e r and 36 ft. d eep . The capac i ty of t h e s e 
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wells in 1931 was reported to be 2/3 mgd. The 
wells are still equipped with an American Well 
Works centrifugal 2-stage 6 in. by 5 in. pump for 
emergency use . 
These wells were maintained as a source of 
an emergency supply but the records do not indi-
cate their use after 1934. 
The Erie St. Well, located at the northwest 
corner of Clifton Ave. and Erie St. (or approxi-
mately 50 ft. N. and 2000 ft. W. of the S. E. cor -
ner of Section 15), was another shallow well s imi-
lar in construction to the Crighton Ave. and Laurel 
Ave. Wells. The productive capacity was very 
small and the pumping equipment was removed and 
installed in the Crighton Ave. Well in 1931. The 
Erie St. Well has been abandoned. 
The Lavoie Ave. Well is located approximately 
183 ft. N. and 270 ft. W. of the S. E. corner of Sec-
tion 24, and the elevation of the pump house floor 
is 732.7 ft. 
Elgin - 9 
This well was originally planned as a sand 
and gravel well but when a depth of 85 ft. was 
reached rock was encountered and the overlying 
gravel formation failed to produce a sufficient 
quantity of water. Drilling was continued and at 
a depth of 365 ft. the well was tested and p ro -
duced 500 gpm. with a drawdown of 160 ft. from a 
non-pumping water level of 2 ft. below the ground 
surface. The well was completed to a depth of 
677 1/2 ft. by Sept. 23, 1931. A production test 
was made on Sept. 24, 1931. After 18-hr. pump-
ing at 690 to 700 gpm. the drawdown was 181 ft. 
from a non-pumping water level of 7 ft. below the 
ground surface. 
A turbine pump having a rated capacity of 750 
gpm. with 250 ft. of 8-in. discharge column was 
installed in 1932. 
Pumpage for the year 1940 averaged 592,485 
gpd. Pumping water levels of 233 to 238 1/2 ft. 
below the pump base were observed between June 
25 and Dec. 30, 1942. The turbine pump was r e -
Sample-study log of Lavoie Ave. Well furnished by the State Geological Survey: 
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por ted to be se t at 280 ft. and d i s c h a r g e d 560 gpm. 
The wel l was e l e c t r i c a l l y logged on Nov. 22, 
1943 and the following o b s e r v a t i o n s w e r e r e p o r t e d : 
depth 654 ft., non-pumping w a t e r level 20 ft. b e -
low ground s u r f a c e , 16 in . od. c a s ing 6 to 87 ft. 
below ground s u r f a c e , a l a r g e quant i ty of wa te r 
e n t e r i n g wel l at rock c r e v i c e s 2 to 4 ft. be low 
end of c a s i n g , and pump co lumn and a i r l ine 
found coated with c r e n o t h r i x . 
Th i s wel l was r e h a b i l i t a t e d and deepened by 
S. B. Ge iger & C o . , Chicago , in 1945. 
The hole s i z e , cas ing and l iner r e c o r d i s 
shown in Table 4. 
TABLE 4 
Hole R e c o r d 
15- in . f r o m 87 1/3 to 867 ft. 
12- in . f rom 867 to 1070 ft. 
10- in . f r o m 1070 to 1414 ft. 
8- in . f r o m 1414 to 1978 ft. 
Cas ing and L i n e r R e c o r d 
3 0 - i n . f rom 0 to 8 ft. 
24 - in . f rom 0 to 40 ft. 
16- in . f rom 0 to 87 1/3 ft. 
12- in . f r o m 805 to 867 ft. 
10- in . f rom 966 to 1070 ft. 
8- in . f r o m 1230 to 1414 ft. 
A n a l y s i s of a s amp le (Lab . No. 115,120) c o l -
lec ted June 28 , 1948, while pumping at a r a t e of 
700 gpm. , showed th i s w a t e r to have a h a r d n e s s 
of 15.0 g r . pe r ga l . , a m i n e r a l content pf 360 
p p m . , and an i r o n content of 0.1 ppm. 
The old pump was ove rhau led and the fol low-
ing i n s t a l l a t i on made in Nov. 1945: 360 ft. of 8-
in . co lumn pipe; a 12- in . , 6 - s t age A m e r i c a n Well 
Works tu rb ine pump , No. 57433, having a r a t e d 
capac i ty of 750 gpm. aga ins t 360 ft. of head; 20 
ft. of 8- in . suct ion pipe; 360 ft. of 1/4-in. g i . a i r 
l ine ; 100-hp. West inghouse e l e c t r i c motor . ' 
On Dec . 3 1 , 1945 the non-pumping wa te r l e -
vel was 75 ft. below the pump b a s e . In Aug. 1946 
af ter cont inuous pumping at a r a t e of about 1000 
g p m . , the drawdown was 212 ft. f r o m a n o n -
pumping w a t e r level of 73 ft. be low the pump b a s e . 
On M a r . 1, 1947 the wa te r l eve l was 60 ft. af ter a 
6 -h r . idle p e r i o d . 
All w a t e r is pumped to the a e r a t o r a t the St. 
C h a r l e s St. pumping s ta t ion w h e r e i t i s a l s o 
ch lo r ina ted . 
The wel l h a s been in da i ly opera t ion s ince 
Nov. 1945 and in Aug. 1947, the p roduc t ion was 940 
to 960 g p m . 
The Shuler St. Well was d r i l l ed in 1931 to a 
depth of 1940 ft. by V a r n e r Well Dri l l ing C o . , 
I n c . , Dubuque, Iowa, and located a p p r o x i m a t e l y 
800 ft. N. and 250 ft. E. of the S. W. c o r n e r of 
Sect ion 14. The e leva t ion a t the pump b a s e i s 
839.24 ft. 
The following wa te r l eve l s below the top of 
c a s ing w e r e r e p o r t e d dur ing dr i l l ing o p e r a t i o n s : 
110 ft. at depth of 850 ft., 95 ft. at depth of 1160 
ft. and 90 ft. at the 1780 ft. depth. When d r i l l i ng 
had r e a c h e d a depth of 1852 ft. a 2 6 - h r . p r o d u c -
tion t e s t was m a d e . When pumping at 850 to 900 
gpm. for 5 h r . , the drawdown was 197 ft. f rom a 
s tanding w a t e r l eve l of 93 ft. be low the top of 
c a s i n g . However , the w a t e r l eve l did not r e t u r n 
to i t s p r i o r l eve l of 93 ft., but r e m a i n e d at 180 
ft. while d r i l l ing was cont inued to the 1940 ft. 
dep th . 
Upon comple t ion of the wel l a 4 8 - h r . p r o -
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duction test was made. After pumping 8 h r . at a 
rate of nearly 800 gpm. the drawdown was 158 
ft. from a non-pumping water level of 180 ft. be-
low the top of casing. Pumping was continued at 
about the same rate during the test without addi-
tional drawdown. A turbine pump, 750 gpm. rated 
capacity was installed with the top of the bowls at 
adepth of 350 ft. and the well was placed in se rv-
ice in 1932. 
The production of the well dropped to 460 
gpm. in 1933 and the pump was removed for in-
spection. It was found in good condition and r e -
placed but the production continued to diminish 
until in Sept., 1944 the pump broke suction at the 
end of 5-min. operation. The pump was removed 
and a water level recorder installed in the well 
on Mar. 13, 1946. The distance to water on that 
date was 110.1 ft. below the top of casing and in 
Nov. 1946 the depth of water was 109.0. 
In 1946 total pumpage from all municipal 
pumping stations averaged 2.7 mgd. and total 
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industrial pumpage for the immediate Elgin area 
averaged 1.2 mgd. from drift and limestone wells 
and 1.4 mgd. from sandstone wells. 
The hole, casing and liner record of Shuler 
St. Well is shown in Table 5. 
TABLE 5 
Hole Record 
20-in. from 106 1/3 to 210 ft. 
17-in. from 210 to 955 ft. 
15-in. from 955 to 1463 ft. 
12-in. from 1463 to 1940 ft. 
Casing and Liner Record 
22-in. from 0 to 106 1/3 ft. 
18-in. from 0 to 210. ft. 
16-in. from 890 to 955 ft. 
12-in. from 1280 to 1463 ft. 
Illinois State Water Survey - Bulletin No. 40 
Pr ior to 1932, Elgin State Hospital obtained 
water from 2 dug wells, each 22 ft. in diameter 
and 20 ft. deep. The wells were located 40 and 
110 ft. from the water ' s edge of the Fox River. 
In Sept. 1932, a well, now called No. 1, was 
completed to a depth of 2000 ft. by Gray-Milaeger 
Co., Milwaukee, Wis., and located about 2700 ft. 
west of the old wells or approximately 1275 ft. N. 
and 1775 ft. W. of the S. E. corner of Section 23, 
T. 41 N., R. 8 E.). The hole and casing record 
were reported as shown in Table 1. 
TABLE 1 
Hole Record 
17-in. from 300 to 1060 ft. 
15-in. from 1060 to 2000 ft. 
Casing Record 
20-in. od. drive pipe from 0 to 64 ft. 
18-in. od. welded casing from 0 to 300 ft. 
16-in. od. liner from 816 to 1060 ft. 
A production test was made by the owner in 
October 1932. It was reported that, after 48-hr. 
pumping at an average rate of 1365 gpm., the 
drawdown was 90 ft. from a water level of 45 ft. 
below a ground surface elevation of 750± ft. The 
pumping equipment consists of 230 ft. of 8-in. 
column pipe; 12-in., 4-stage American Well Works 
turbine pump, No. 58443, having a rated capacity 
of 925 gpm. against 190 ft. of head and an overall 
length of 5 ft. 9 in.; 28 ft. of 8-in. suction pipe; 
246 ft. of air line below the pump base; the e le -
vation of the bottom of the air line is 501.6 ft. 
Analysis of a sample (Lab. No. 111,322) col-
lected July 31, 1947, after 18-hr. pumping at 750 
gpm., showed this water to have a hardness of 
26.7 gr. per gal., a mineral content of 506 ppm., 
ELGIN STATE HOSPITAL 
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and an iron content of 0.2 ppm. 
Well No. 2 -was completed in July 1947 to a 
depth of 1290 ft. by Layne-Western Co., Chicago 
and located about 1850 ft. southwest of Well No. 1 
(or approximately 915 ft. N. and 1575 ft. E. of the 
S.W. corner of Section 23). The driller reported 
the hole and casing record as shown in Table 2. 
TABLE 2 
Hole Record 
24-in. from 0 to 440 ft. 
19-in. from 440 to 940 ft. 
15 1/4-in. from 940 to 1290 ft. 
Casing Record 
30-in. od. drive pipe from 0 to 74 ft. 
24-in. od. casing from 0 to 440 ft. 
16-in. od. liner from 840 to 940 ft. 
The 24-in. casing was pressure-grouted, u s -
ing 750 sacks of cement. The 16-in. liner was 
slotted with a cutting torch, each slot about 3/8 
in. by 24 in. and spaced 6 in. apart . A production 
test was made July 30-31, 1947 under the super-
vision of the State Water Survey. Before and 
during the test, Well No. 1 was in continuous use. 
Before starting the test the water level in Well 
No. 2 was 191 ft. below the top of the 20-in. c a s -
ing (Elev. 760t ft.). After 24-hr. pumping at 
ra tes increasing from 600 gpm. at the s tar t to 
1100 gpm. during the final 4 hr . of the test the 
drawdown was 51 ft. Three hr . after the shut-
down the water level in Well No. 2 was 212 1/2 ft. 
The well is said to be equipped with 325 ft. of 
column pipe; 12-in., 11-stage Pomona turbine 
pump, Shop No. SH 662; 325 ft. of air line; 150-
hp. General Electric motor. 
LABORATORY NO. 111,322 
2 - Elgin State Hospital 
Analysis of a sample (Lab. No. 111,321) col-
lected July 31, 1947 after 24-hr. pumping at 1100 
gpm. showed this water to have a hardness of 
15.5 gr. per gal., a total mineral content of 332 
ppm., and an iron content of 0.6 ppm. 
The well was not yet in service in Sept. 1948. 
Metered pumpage at the Hospital averages 
956,000 gpd. 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the vi l-
lage of Elizabeth (694) in 1904. 
Awell was drilled to a depth of 260 ft. and lo-
cated in the pumping station in the northwest part 
of the business district (or approximately 2150 ft 
N. and 1750 ft. W. of the S. E. corner of Section 
24, T. 27 N., R. 2 E.). The elevation of the ground 
surface at the well-site is 810t ft. The well was 
cased with 8-in. pipe to a depth of 40 ft., pene-
trating 20 ft. of rock. 
The well was originally equipped with a Key-
stone Driller Co. double-acting deep-well pump 
with a working ba r re l of 4 3/4 in. in diameter and 
18-in. stroke operating at 22 1/2 spm. and a t -
tached to 230 ft. of 5-in. column pipe. Below the 
cylinder was 12 ft. of 5-in. suction pipe and 12 in. 
of sand screen. In June 1934, the cylinder was 
set at 236 ft. with no suction pipe attached. Power 
was furnished by a 20-hp. Fairbanks-Morse oil 
engine, No. 159596, belt-connected to the pump. 
In 1934 the column pipe was found to be 
cracked, and the village leased a well of the Chi-
cago Great Western R. R., abandoning the village 
well. Increased consumer demand, due to the 
drought, and a village sewer system installed in 
1930 made it necessary to set up an auxiliary 
supply. In Apr. 1940 a new pump was installed 
in the old village well, now known as No. 1, and 
the well was returned to service because the 
rai l road well was not furnishing an adequate sup-
ply for the village. 
The following pump installation, made in Apr. 
1940, is in service: 230 ft. of 4 1/2-in. od. col-
umn pipe; 6-in., 28-stage Pomona turbine pump, 
rated at a capacity of 100 gpm. against 355 ft. of 
head; the overall length of the pump is 11± ft.; 
230 ft. of air line (now defective); 10 ft. of 4 1/2-
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in. od. suction pipe; 15-hp. General Electric m o -
tor . 
The pump base is located in a pit about 10 ft. 
below the surface of the ground. In June 1933 the 
non-pumping water level was reported to be 140 
ft., and at the time the above installation was 
made, a non-pumping water level of 181 ft. be-
low the pump base and a drawdown of 40 ft. were 
reported. 
Analysis of a sample (Lab. No. 108,629) col-
lected on Dec. 9, 1946 after 6-hr. pumping at an 
estimated rate of 50 gpm., showed the water to 
have a hardness of 28.7 gr. per gal., a residue of 
534 ppm., and an iron content of 0.1 ppm. 
The pump was operated daily for a period of 12 
to 14 hr . 
The well of the Chicago Great Western R. R. 
Co., now called Village Well No. 2, leased and 
operated by the Village, was drilled in 1900 by W. 
H. Gray & Bros . , Milwaukee, Wis. The well is 
located on the westerly side of the railroad right-
of-way, about 100 ft. east of the village post of-
fice (or approximately 1600 ft. north and 900 ft. 
west of the southeast corner of Section 24). The 
well was drilled to a depth of 317 ft. below a 
ground surface elevation of 790± ft. 
The Pomona turbine pump, No. S. C. 427, in-
stalled July 13, 1934, was pulled and overhauled 
(L 1405, replacement parts) in 1943. The follow-
ing installation is in place: 200 ft. of 5-in. od. 
column pipe; 8-in., 16-stage Pomona turbine pump 
rated at a capacity of 100 gpm. against 340 ft. of 
head; the overall length of the pump is 7 1/2 ft.; 
10 ft. of suction pipe; 15-hp. Westinghouse e lec-
tric motor. 
LABORATORY NO. 108,629 
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Correlated d r i l l e r ' s log of Well No. 2 furnished 
by the State Geological Survey: 
The non-pumping water level was reported to 
be 138 ft. at the time the well was drilled. The 
top of the 12-in. casing extends about 1 ft. above 
the ground surface to which a 12-in'. tee connec-
tion permits a free flow from the well through a 
12-in. pipe to the aerator . This rate of flow, 
when checked at the aerator after the well was 
placed in service in 1938, amounted to 328 gpm. 
and in June 1934 it was 135 gpm. In Mar. 1937the 
non-pumping water level was reported to be 130 
ft., and the water was drawn down 10 ft. when 
pumping at a rate of 100 gpm. for a period of 4 to 
5 hr . 
Analysis of a sample (Lab. No. 108,630) col-
lected Dec. 10, 1946 after 20-min. pumping at an 
estimated rate of 100 gpm., showed this water to 
have a hardness of 20.5 gr . per gal., a residue of 
361 ppm., and an iron content of 0.7 ppm. 
The pump was not operated regularly. 
The village has a sanitary sewer system. The 
water demand is principally from residential 
use r s , 2 c reamer ie s , and the Chicago Great West-
ern R. R. stock pens. The estimated average 
normal pumpage is 42,000 gpd. 
LABORATORY NO. 108,630 
Illinois State Water Survey - Bulletin No. 40 
The town of Elkhart City (436) installed a public 
water supply in 1941. 
Water is obtained from a well drilled in 1941, 
to a "depth of 76 ft. by Otis Woollen, Wapella, and 
located about 630 ft. south of the southeast cor -
porate limits (or approximately 2000 ft. S. and 
100 ft. E. of the N. W. corner of Section 18, T. 
18 N., R. 3 W.). The ground elevation at the well 
site is 595± ft. The top of the pump base is 2 ft. 
above ground level. 
The well is cased with 8-in. pipe and 10 ft. 
of Johnson screen, having No. 40 slot openings. 
The pumping equipment includes a 7-in. Ameri -
can Well Works turbine pump, No. 63810, having 
a rated capacity of 100 gpm. against 185 ft. of 
head; an air line of unknown length and a 7 1/2-
hp. General Electric motor. 
The dri l ler reported that when the well was 
completed, water was pumped, not continuously, 
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on several successive days at a ra te of 75 gpm. 
The drawdown, in a 6-in. test hole 50 ft. distant, 
was 15 to 20 ft. On Sept. 14, 1948, after 16-min. 
pumping at 153 gpm., the water level was 4 ft. 
above the bottom of the air line and 20 min. after 
stopping the pump, the water level was 32 ft., as 
observed on the altitude gauge. 
Analysis of a sample (Lab. No. 115,818) col-
lected Sept. 14, 1948 after 16-min. pumping, 
showed the water to have a hardness of 22.2 gr. 
per gal., a residue of 462 ppm., and an iron con-
tent of 2.4 ppm. 
All water is aerated and filtered. 
Analysis of a sample (Lab. No. 116,034) col-
lected Sept. 14, 1948 showed the treated water to 
have a hardnessof 21.5 gr . per gal., a total miner -
al content of 451 ppm., and an iron content of 0.14 
ppm. 
Pumpage is estimated to average 14,000 gpd. 
LABORATORY NO. 115,818 
Illinois State Water Survey - Bulletin No. 40 
The original water works for the city of E lm-
hurst (15,458) was installed in 1890 under private 
ownership and operation of the Elmhurst Spring 
Valley Water Co. 
Water was obtained from a spring known as 
Mammoth Spring located on Spring Road about 3 
miles south of Elmhurst College (approximately 
2300 ft. N. and 2550 ft. W. of the S. E. corner of 
Section 23, T. 39 N., R. 11 E.). In 1914, the es t i -
mated pumpage for public consumption, from this 
source of supply, averaged 200,000 gpd. The flow 
from the spring became insufficient to meet a 
growing public demand and to provide adequate 
fire protection. This source of supply was aban-
doned in 1920 when the franchise of the private 
water company expired. 
A public water supply from Wells was de -
veloped by the city from 1915 to 1919 to replace 
the spring supply. 
Well No. 1 was drilled to a depth of 958 ft. in 
Sept. 1915 and located about 80 ft. south of Schiller 
St. and 200 ft. east of York St. (approximately 
2000 ft. S. and 200 ft. E. of the N. W. corner of 
Section 1). The elevation of the pump base is 
678.2 ft., about 8 ft. below the normal ground 
surface. It was originally cased with 18-in. pipe 
from the surface to a depth of 72 ft. below which 
the hole was 17-in. diameter to a depth of 297 ft. 
and 13-in. diameter from 297 ft. to the bottom. 
During drilling operations, below the depth of 
534 ft., soft grey creviced limestone was en-
countered through which water was escaping from 
the well. To prevent this loss , 93 ft. of 10-in. 
liner was placed between depths of 537 and 630 ft., 
with rubber packing at top and bottom. 
A production test was made Sept. 2, 1915 be -
fore the 10-in. liner was placed. While pumping 
at 325 gpm., the drawdown was 8.6 ft. from a 
non-pumping water level of 33 ft. below the pump 
base. Another test was made after the crevices 
were cased off. After pumping at 410 gpm. for 8 
hr . , the drawdown was 9.1 ft. from a non-pumping 
water level of 25 ft. below the pump base. 
Water levels below the pump base on Jan. 14, 
1924, were 62 ft. non-pumping level and 74 ft. 
pumping level. 
By 1936, the production rate had decreased to 
250 gpm. with a 260 ft. pump setting and the well 
was reconditioned. The 10-in. l iner, originally 
installed, was removed and the non-pumping wa-
ter level immediately dropped from 80 ft. to 265 
ft. An increase in the production rate to 600 gpm 
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was reported, after a new pump was installed, 
which remained fairly constant during about 10 -hr . 
daily operation. 
In 1939, the well was deepened from 958 to 
1480 ft. and reamed between depths of 297 and 
466 ft. by the J. P. Miller Artesian Well Co., 
Brookfield. 
A pit, 9 ft. 7 in. deep, surrounds the top of the 
casing. 
The hole and casing record is shown in Table 
1. 
TABLE 1 
Hole Record 
17-in. from 9 ft. 7 in. to 297 ft. 
15 1/4-in. from 297 to 466 ft. 
13-in. from 466 to 1244 ft. 
10 1/2-in. from 1244 to 1480 ft. 
Casing Record 
13-in. od. casing from 0 to 466 ft. 
10-in. liner from 833 to 1244 ft. 
After completion of the repair work in Feb. 
1940, water was pumped at a rate of 680 gpm. 
and the pumping water level was 334 ft. below the 
pump base. 
The pump installation on May 28, 1947 was: 
500 ft. of 8-in. column pipe; 12-in., 7-stage P e e r -
less turbine pump having a rated capacity of 600 
gpm. against 400 ft. of head; the overall length of 
the pump is 5 1/2 ft.; 27 ft. of 8-in. suction pipe 
having 2 ft. of tapered strainer; 500 ft. of 1/4-in, 
b ra s s air line; 125-hp. U. S. electric motor. 
OnNov. 21, 1944, the non-pumping water level 
was 364 ft. below the pump base after a non-
pumping period of 9 hr . After 2-hr. pumping at 
625 gpm., the drawdown was 56 ft. 
The water quality changes appreciably over 
a continued pumping period. On Nov. 21, the 
following data (Laboratory Nos. 101,912-101,919) 
were obtained while pumping at a rate of 625 
gpm., after a 9-hr. idle period. Well No. 2 was 
idle and 3A stopped at 3:15 P.M. 
The data indicate that the first water obtained 
was predominantly limestone water with some 
Galesville water, this being followed by a period 
in which a high proportion of lime stone with some 
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Mt. Simon water was obtained. The quality at the 
end of three hr . pumping indicated a mixture of 
waters f romall three formations. The exception-
al hardness of the samples collected from 1:50 to 
2:05 p.m. were indicative of the limestone and 
Galesville mixture and the higher hardness and 
increasing chloride content being indicative of a 
greater amount of limestone water with some Mt. 
Simon water in the 2:15 p.m. sample. The sub-
sequent decrease in hardness and increase in 
chlorides was indicative of a decrease in l ime-
stone water and an increase in Mt. Simon and 
Galesville sandstone water in the 2:45 and 4:45 
p.m. samples. 
It is very probable that the Mt. Simon water, 
may enter Well No. 1 through the reported cave 
in the Galena formation at elevation 167. This 
cave has also been noted in the geophysical log of 
Well No. 2 at about elevation 150. This in te rpre-
tat ionis preferred to a crevice in the Trempealeau 
formation since the geophysical log showed no 
such crevice to be present in the No. 2 well. 
While the pump was out for repai rs in Apr. 
1947, the depth of the well was sounded 1480 ft. 
below ground level, and the water level was 
364 1/2 ft. below the pump base . Well No. 2, lo -
cated 100 ft. east , was idle at the time of measu re -
ment. 
The estimated pumpage, based on pumping 
time and checked against pumpage from the r e -
servoir , from Aug. 1, 1943 to Aug. 1, 1945, was 
377,400 gpd., or 32.7% of the total pumpage for 
the public supply. 
In 1918-1919, Well No. 2 was drilled to a depth 
of 1398 ft. by F. M.Gray, J r . , Milwaukee, Wis. and 
located about 100 ft. east of Well No. 1. The ground 
surface elevation is 686t ft. and the pump base 
elevation the pit is 679.5 ft. There is no avail-
able record of its original construction. The in-
formation in Table 2 was reported on June 23, 
1920: 
TABLE 2 
Hole Diameter 
16-in. to a depth of 278 ft. below the surface 
12-in. from 278 to 600 ft. 
10-in. from 600 to 1000 ft. 
8-in. from 1000 ft. to the bottom. 
The "pumping record for the months of Nov. 
and D e c . , 1923 indicated an average production 
of 528 gpm. At that t ime, the non-pumping wa-
ter level was 62 ft. below the ground surface. 
During the latter part of 1926 and the early 
part of 1927, the well was deepened to a depth of 
2227 ft. by S. B. Geiger & Co., Chicago. Between 
the depths of 2077 and 2218 ft. soft red sand was 
encountered and the water level rose from a 
depth of 130 ft. to 80 ft. Below the depth of 2218 
ft. a 5-ft. formation of soft white sand was en-
countered and the water level rose to 72 ft. Be-
low the white sand, red sand was again entered 
and the drilling was stopped. Following a 10-day 
production test at an average discharge of 1000 
gpm., the non-pumping water level was reduced 
to 135 ft. On Oct. 27, 1927, a test indicated a 
yield of 920 gpm. but no water levels were ob-
tained. By the summer of 1935, the yield of the 
well had decreased to 550 gpm. and it was r e -
conditioned. A bridge was found about the 1300 ft. 
depth, and removed; a 14-in. liner was used to 
case off the Maquoketa shale, and the well was 
" s h o t " in the water-bearing sand rock. After the 
completion of this work, a production of 1000 gpm. 
was reported. 
A turbine pump setting was made at a depth of 
385 ft. in the spring of 1939. At this time con-
siderable corrosion was observed at the junction 
of the bronze pump bowls and steel column pipe. 
A geophysical log of the well was made on 
June 7, 1944. A depth of 2194 ft. was reported 
indicating a 33-ft. fill in the water-bearing sand. 
The well was found cased with 16-in. casing to a 
depth of 61 ft. and liners were found between 
depths of 258 and 463 ft. and 934 and 974 ft. A 
projection of squeeze rock was also found in the 
well. 
The following pump installation was made in 
Aug. 1944: 500 ft. of 8-in. column pipe; 12-in., 
10-stage Pee r l e s s turbine pump (all bronze bowls) 
having a rated capacity of 1000 gpm. against 465 
ft. of head; the overall length of the pump is 10 ft. 
6 in.; 32 ft. of 8-in. suction pipe having 2 ft. of 
tapered s trainer; 498 ft. of 1/4-in. b rass air 
line; 150-hp. Ideal electric motor. 
On Nov. 21, 1944, the non-pumping water l e -
vel was 315 ft. after an idle period of 18 h'r. 
After 3-hr. pumping at 700 gpm., the drawdown 
was 109 ft. On July 12, 1945, the pumping water 
level was 426 ft. with Well No. 1 idle and Well No. 
3a in operation. 
F r o m Aug. 1943 to Aug. 1, 1945, this well 
furnished 15.8% of the total public water supply 
on the basis of turbine and booster pump opera-
tions. During that period, the well was in se rv-
ice about 15 months. 
The following data (Laboratory Nos. 101,920-
101,927) were obtained on Nov. 21, 1944 from a 
quality source test while pumping at a rate of 
700 gpm. after a 42-hr. idle period. Well No. 1 
was idle and pumping in Well No. 3A was stopped 
at 11:35 A.M. 
Elmhurst - 3 
The data show that limestone water is obtained 
immediately after starting the well and that a 
large proportion of Mt. Simon sandstone is ob-
tained after a short period of pumping. At the 
end of about an hour 's pumping, a blend of all 
three water is obtained. The exceptional high 
hardness of the 10:15 a.m. sample is indicative 
of the limestone water and the exceptional high 
chloride content of the 10:20 and 10:25 a.m. 
samples are indicative of the Mt. Simon sand-
stone. These data may be interpreted to indicate 
that during the non-pumping periods limestone 
water is entering the well from the top and the 
Mt. Simon sandstone water is entering the well 
from the bottom, both by virtue of their higher 
static heads than that of the St. Peter and Gales-
ville formations. 
Well No. 3 was drilled to a depth of 2077 ft. 
by S. B. Geiger & Co., Chicago, in 1925 and lo-
cated about 80 ft. east of Larch Ave. about 350 ft. 
north of the center line of the Chicago and North-
western Railway (approximately 2000 ft. S. and 
750 ft. W. of the N. E. corner of Section 2). The 
ground surface elevation is 690± ft. The well was 
18 in. in diameter to a depth of 450 ft., 12 in., to 
1110 ft., and 10 in. to the bottom. It was cased 
with 18-in. od. pipe from the surface to a depth of 
79 ft. The Maquoketa shale was cased off with 
16-in. od. welded pipe between depths of 226 ft. 
9 in. and 455 ft. and a 10-in. liner was placed be -
tween depths of 947 and 1110 ft. 
On Apr. 27, 1926, the production rate was r e -
ported to be 800 gpm. with a drawdown of 242 ft. 
from a non-pumping water level of 138 ft. below 
the surface. Well No. 3 was the principal source 
of the public supply until the summer of 1927 when 
its production rate decreased to 400 gpm. A further 
loss in the production rate to 150 gpm. was later 
reported and the well was out of service for sev-
LABORATORY NOS. 101,920 - 101,927 
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era l yea r s . 
In the fall and winter of 1933, the well was r e -
paired and deepened to a depth of 2221 ft. by W. L. 
Thorne Co., Des Plaines. A bridge was removed 
and a 6-in. perforated liner which had been placed 
at the bottom was also removed. The well was 
" s h o t " at depths of 2220, 2030, 1975, 1920, 1840, 
1460, 1440, 1400, and 1300 ft. Following this 
work, the well was again placed in service and 
water was pumped 12 to 18 hr . daily at a rate of 
950 to 1000 gpm. 
By 1940, the production rate dropped off again 
and repa i rs were attempted. Many difficulties 
were encountered, and the well was abandoned. 
Later , the well was partially filled with drill cut-
t ings from Well No. 3a. 
Well No. 3a was drilled to a depth of 1502 ft. 
by the J. P. Miller Artesian Well Co. and finished 
about Apr. 16, 1943. It is located about 30 ft. 
west of Well No. 3 and the elevation of the top of 
the concrete pump foundation is 690.0± ft. 
The well was " s h o t " with a total of 2050 lb. 
of nitro-gelatine at 8 levels between 1340 and 
1420 ft. depths. 
The hole, casing and liner record is shown in 
Table 3. 
TABLE 3 
Hole Record 
24-in. from surface to 79 ft. 
18-in. from 79 to 460 ft. 
15-in. from 460 to 1260 ft. 
12 1/4-in. from 1260 to 1502 ft. 
Casing and Liner Record 
24-in. drive pipe to depth of 79 ft. 
1 i n . 
20-in. od. casing from surface to 
89 1/2 ft. 
16-in. od. casing from surface to 
460 ft. 3 1/2 in. 
13-in. od. liner from 744 to 1260 ft. 
The 20-in. casing was cemented in place be -
tween depths of 12 and 89 1/2 ft. 
On June 22, 1943, the non-pumping water l e -
vel was 346 ft. below the pump base . Just before 
a production test was started by the State Water 
Survey on June 24, 1943, the water level was 
356 1/2 ft. The difference may possibly be due 
to interference by the operation of the pumps in 
the other city wells, particularly Wells No. 1 and 
No. 2 which are located about 950 ft. east . On 
June 24, 1943, after pumping for 9 1/2 h r . to free 
discharge at ra tes of 1085 to 1170 gpm. the draw-
down was 102ft. On June 25, 1943, after a 12-hr. 
idle period, the water level was 358 ft. below the 
pump base , and, after 7-hr. pumping to free d i s -
charge at ra tes of 1100 to 1150 gpm., the draw-
down was 95 1/2 ft. Conditions of equilibrium 
were not attained during either test . The t emper -
ature of the water continued to r i se and was 
54.6° F. at the end of the second tes t run. 
The pump installation made in June, 1943 i s : 
500 ft. of 9 1/2-in. od. column pipe; 14-in., 
16-stage Sterling turbine pump having a rated 
capacity of 1000 gpm. against 450 ft. of head at 
1150 rpm.; the overall length of the pump is 14 ft. 
5 in.; 39 ft. of 8-in. suction pipe; 500 ft. of 1/4-in. 
b ra s s air line; 200-hp. Ideal electric motor. 
The pump installed in the well is the one r e -
moved from Well No. 3 and reconditioned. 
On Oct. 29, 1943, the water level was 380 ft. 
below the pump base after 17 1/2-hr. non-pumping, 
and after 7-hr. pumping at 950 gpm., the draw-
down was 84 ft. F rom Sept. 1943 until Aug. 1, 
1945, the estimated pumpage averaged 321,200 
gpd. or about 26.6% of the total pumpage. 
The following tabulation (Laboratory Nos. 
97,922-97,929) indicates the data obtained from 
the samples collected Oct. 29, 1943, while pump-
ing at a rate of 950 gpm. after a 17-hr. idle pe r i -
od: 
The chemical data indicate that about 10,000 
gal. of non-sandstone water were pumped from 
the well, indicating the rate of entrance of this 
water during 18 hr . to be about 9 gpm. 
Well No. 4, known as the Scott St. Well, was 
drilled to a depth of 2219 ft. by S. B. Geiger & 
Co. in 1927 and located about 100 ft. south of St. 
Charles Road and 60 ft. west of the center of 
Scott St. (approximately 100 ft. S. and 550 ft. W. 
of the N. E. corner of Section 10). The elevation 
at the top of the pump base is 669.5 ft. 
The well was reported to be cased from the 
surface to a depth of 65 ft. with 22-in. od. pipe, 
below which the hole is 18-in. diameter to about 
1000 ft. and 12-in. diameter from 1000 ft. to the 
bottom. The shale formation was cased off with 
230 ft. of 18-in. od. pipe and 170 ft. of 14-in. liner 
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was installed at a depth of 1130 ft. to case off 60 
ft. of shale at the bottom of the St. Peter sand-
stone and a 30 ft. cave in the Trempealeau forma-
tion. When drilling reached a depth of 2067 ft., a 
production test showed a yield of 1200 gpm., but 
the drawdown was considered excessive. Drilling 
was continued through the white sand, and the wa-
ter level rose 5 ft. Red sand was penetrated at a 
depth of 2219 ft. where it was " s h o t " with 800 lb. 
of nitroglycerine, followed by a shot of 350 lb. at 
a depth of 2100 ft. and 350 lb. at a higher eleva-
tion. On May 1, 1928, after pumping for 90 min., 
discharging to waste, connection was made to the 
mains, and, pumping against a pressure of 80 lb., 
the flow meter indicated a discharge of 1310 gpm. 
Atthat t ime the non-pumping water level was 135 
ft. below the; pump base, and the pumping water 
level was 320 ft. The water was reported to have 
a temperature of 62° F . , and a very pronounced 
salt flavor and a strong odor of hydrogen sulfide. 
In 193 7 and 1938, attempts were made to im-
prove the quality by plugging the lower portion of 
the well. It was " sho t " at depths of 1810, 1360, 
and 1300 ft. and the sand filled the well to a level 
of 2130 ft. Concrete was placed above the sand to 
a level of 2100 ft. After considerable pumping, 
analyses indicated that the plug did not decrease 
the salt content. The pump was removed, and 
the well " s h o t " at 900 and 800 ft. After these 
shots, the well became bridged at 900 ft., and the 
water rose to a point 85 ft. below the pump base. 
Upon breaking this bridge, another bridge was en-
countered at 1200 ft., and the water level dropped 
to 325 ft. Upon breaking this bridge, the water 
level rose to 255 ft. 
A second seal was then made, and the hole was 
then filled with Lumnite concrete between the 
depths of 2025 and 1985 ft. The pump was r e -
installed and operated at ra tes of 960 to 1060 gpm. 
for 4 1/2 h r . The tes t s showed that the salt con-
tent increased with continued pumping from 205 
to 640 ppm. while the temperature increased from 
62° to 64° F . 
The third and final plug was placed between 
depths of 1560 and 1500 ft. Pumping was resumed 
at a ra te of 800 gpm. After 3 days of intermittent 
pumping of about 12 h r .pe r day, the chloride con-
tent again reached the maximum of 800 ppm. There 
is no record of any further work having been done 
on this well until 1947. A new pump was installed 
in the well about 1939 consisting of 380 ft. of 8-in. 
column pipe; 12-in., 11-stage Peer l e s s turbine 
pump having a rated capacity of 550 gpm. against 
a head of 360 ft.; 30 ft. of 8-in. suction pipe. 
In Feb. 1947, the well was cleaned outto a 
depth of 1545 ft., and a temporary continuous 
string of casing was set at 1251 ft. with a disk 
wall packer. The water level was at a depth of 
351 ft. 
Well No. 4 was rehabilitated in June 1948 by 
J. P. Miller Artesian Well Co. The well was 
plugged at 1400 ft. depth and " s h o t " with 318 lb. 
of 100% nitro-gelatin between depths of 1369 and 
1382 ft. New casing was set as follows: 12-in. 
id. Byers wi. pipe from the surface to 700 ft.; 
10-in. id. Byers wi. pipe from 700 to 1226 ft. 
with a swedge nipple at the joint between the 12-
in. and 10-in. casing. Below the 10-in. casing 
the hole was finished 13-in. diameter to 1400 ft., 
the top of the fresh plug. 
On June 9, 1948 a production test was com-
pleted by the dr i l ler . After 56-hr. pumping at 620 
gpm. the drawdown was reported to be 55 ft. from 
a static water level of 365 ft. In Jan. 1949 the 
J. P. Miller Artesian Well Co. removed 44 ft. of 
mater ia l that had accumulated in the bottom of 
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the well. The pumping installation, made in Feb. 
1949, consists of 500 ft. of 8-in. column pipe; 
11 3/4-in., 14-stage Peer l e s s turbine pump, No. 
50977, having an overall length of 12 ft. 9 in. and 
rated at 1000 gpm.; 500 ft. of 1/4-in. copper air 
line; 10 ft. 8 in. of 8-in. suction pipe with strainer; 
200-hp. U. S. electric motor operated at 1800 rpm. 
Analysis of a sample (Lab. No. 118,442), col-
lected June 9, 1949 after pumping 1 1/2-hr. at 
1000 gpm. showed this water to have a hardness 
of 17.1 gr . per gal., a residue of 540 ppm., and 
an iron content of 0.4 ppm. No hydrogen sulfide 
was noted. 
Well No. 5, called the Vallette St. Well, was 
drilled to a depth of 1480 ft. by the J. P. Miller 
Artesian Well Co. in 1940 and located about 135 
ft. north of Vallette St. and 255 ft. east of the 
center of York St. (approximately 2500 ft. S. and 
255 ft. E. of the N. W. corner of Section 12). The 
elevation at the top of the pump base is 676.9 ft. 
The dril ler reported several tests made during 
Sample-study log of Well No. 5 furnished by State Geological Survey: 
E l m h u r s t - 7 
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the c o n s t r u c t i o n of the we l l . When d r i l l i ng be tween 
d e p t h s of 129 and 135 ft. , the we l l would not y ie ld 
or take w a t e r . In a t e s t m a d e with a 16- in . b a i l -
e r in the N i a g a r a n l i m e s t o n e , the w a t e r l eve l was 
l owered to 160 ft. and r e c o v e r e d at a r a t e of about 
6 to 7 g p m . At a depth of 970 ft. , the wel l p r o -
duced 60 gpm. with a d rawdown of 142 ft. be low 
a non-pumping w a t e r l eve l of 228 ft. and the t e m -
p e r a t u r e o f the w a t e r was 55° F . On Sept . 16 ,1940 , 
with no cas ing in the wel l excep t the 24 - in . d r i v e 
pipe to r o c k , a p roduc t ion of 750 g p m . was o b -
t a ined wi th a drawdown of 95 ft. be low a n o n -
pumping w a t e r l eve l of 280 ft. After the c o m -
ple t ion on D e c . 30 , 1940, the wel l p roduced at a 
r a t e of 1020 g p m . with a pumping w a t e r l eve l of 
394 ft. below the p u m p b a s e . 
The wel l w a s r e p o r t e d p roduc ing 980 to 1000 
gpm. on Apr . 12, 1941 with a d rawdown of 102 ft. 
f r o m a non-pumping w a t e r l eve l of 278 ft. below 
the p u m p b a s e . 
The following pump i n s t a l l a t i o n was m a d e in 
M a r . 1944: 500 ft. of 10- in . co lumn pipe; 12 - in . , 
10-s tage P e e r l e s s t u rb ine p u m p having a r a t e d 
c a p a c i t y of 850 gpm. a g a i n s t 520 ft. of head ; the 
o v e r a l l length of the pump is 9 ft. 5 in . ; 40 ft. of 
10- in . suc t ion p ipe; 500 ft. of 1/4- in. b r a s s a i r 
l i ne ; 200 -hp . U . S . e l e c t r i c m o t o r . 
On May 4 , 1944 before pumping , the w a t e r l e -
v e l a f t e r a 2 0 - h r . r e s t was 353 ft. be low the pump 
b a s e , and af te r 2 h r . a t 920 g p m . , the drawdown 
w a s 101 ft. Dur ing an excep t iona l ly heavy p u m p -
ing p e r i o d b e t w e e n May 4 and Ju ly 17, 1944, both 
n o n - p u m p i n g and pumping w a t e r l eve l s d ropped 
17 ft. 
The above tabula t ion ( L a b o r a t o r y Nos . 110,050-
110,057) i n d i c a t e s the da ta obtained f r o m the 
s a m p l e s co l l ec t ed a t t i m e d i n t e r v a l s f rom Well 
N o . 5 a f te r a 2 0 - h r . id le pe r i od : 
The h o l e , ca s ing and l ine r r e c o r d i s shown in 
Tab le 4 . 
TABLE 4 
Hole D i a m e t e r 
30- in . f r o m 0 to 16 ft. 
2 4 - i n . f r o m 16 to 82 ft. 4 in . 
23 - in . f r o m 82 ft. 4 in . to 102 ft. 
19 1 /2- in . f rom 102 to 446 ft. 
7 1/2 in . 
15- in . f r o m 446 ft. 7 1/2 in . to 
1205 ft. 
12 1/4-in. f r o m 1205 to 1480 ft. 
Cas ing and L i n e r D i a m e t e r 
2 4 - i n . od. f r o m 0 to 82 ft. 4 in . 
20 - in . od. f r o m 0 to 102 ft. 
16- in . f r o m 0 to 446 ft. 7 1/2 in . 
12 1/2-in. f r o m 871 to 1235 ft. 2 1/2 in . 
The annu la r space ou ts ide the 
24 - in . c a s i n g w a s mud g r o u t e d f r o m 
0 to 82 ft. 4 in . and ou ts ide the 20 - in . 
c a s i n g was c e m e n t g r o u t e d f r o m 82 
ft. 4 in . to 102 ft. 
The a n a l y s e s ind ica te m e r e l y a t r a c e of l i m e -
stone w a t e r to be ev iden t in the s a m p l e of w a t e r 
co l l ec t ed af ter 5 - m i n . pumping . C o m p a r i s o n s 
with a n a l y s e s m a d e on s a m p l e s c o l l e c t e d f r o m 
Well No . 3A Oc t . 29, 1943 show t h i s w a t e r to be 
o f a p p r e c i a b l y l e s s h a r d n e s s and to r e a c h i t s 
n a t u r a l t e m p e r a t u r e of 59 -59 .5° F . in a m u c h 
s h o r t e r t i m e . 
Ana lys i s of a s a m p l e ( L a b . No. 95,271) , c o l -
l ec ted F e b . 9 , 1943 showed t h i s w a t e r t o h a v e a 
h a r d n e s s of 14.2 g r . p e r g a l . , a m i n e r a l con ten t 
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of 380 ppm., and an iron content of 0.0 ppm. 
F rom Aug. 1, 1943 to Aug. 1, 1945, this well 
furnished 24.85% of the total estimated pumpage, 
or an average metered pumpage of 286,800 gpd. 
The combined total average estimated pump-
age from Aug. 1, 1943 to Aug. 1, 1945 was 1.154 
mgd., which varied from a winter average of 
1.086 to a summer average of 1.318 mgd. 
LABORATORY NO. 95,271 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
city of Elmwood (1348) in 1896. 
At that time a well was drilled at the south-
east of the intersection of Rose and Hawthorn St. 
(or approximately 2000 ft. N. and 450 ft. E. of the 
S. W. corner of Section 8, T. 9 N., R. 5 E.). The 
well is 1498 ft. deep and cased as follows: 10-in. 
casing from 0 to 100 ft.; 8-in. casing from 100 
to 447 ft.; 6-in. casing from 447 to 1157 ft. The 
elevation of the ground surface is 625± ft. 
The well is equipped with an air lift with a 
1 1/4-in. air pipe extending to a depth of 342 ft. 
Power is furnished by a 25-hp. Westinghouse 
electric motor. A gasoline motor is kept for 
emergency use. The well is crooked which,prac-
tically eliminates the use of any other type pump. 
Non-pumping water levels, in ft. below the 
ground surface, have been reported as follows: 
The drawdown in 1938 was reported to be 18 
ft. 
Analysis of a sample (Lab. No. 109,034), col-
lected Jan. 28, 1947, showed the water to have a 
hardness of 15.9 gr. per gal., a residue of 1606 
ppm., and an iron content of 0.5 ppm. 
Well No. 2 was completed at a depth of 47 ft. 
in Feb. 1948 by Peer less Service Co., Orion, 
ELMWOOD 
Peoria County 
Feb. 17, 1948 
and located about 3/4 mile west of Well No. 1 (or 
approximately 2215 ft. N. and 1950 ft. E. of the 
S. W. corner of Section 7). The well was cased 
with 10-in. id. pipe from 1 1/2 ft. above to 35 ft. 
below ground level, and with 12 ft. of Johnson 
screen exposed to a sand and gravel formation. 
The screen had slot openings of No. 60,80 and 60 
but the lengths of the slotted sections are not 
known. 
Production tests were made on Feb. 13-14, 
1948, under the super vision of the State Water Sur-
vey. On the f irstday pumping conditions could not 
be stabilized over a 9 1/2-hr. period. Following 
over night surging of the well, water was pumped 
for 2 1/2 h r . at a rate of 133 gpm., with a draw-
down of 26.7 ft. from a non-pumping water level 
of 11.0 ft. below the top of the casing. 
When pumping in Well No. 2, the water level, 
in a test hole 13 1/2 ft. south, was lowered from 
9.6 to 19.0 ft., the bottom of the hole, after 35-
minutes pumping. During the same period the 
drawdown in Well No. 2 was 11.6 ft. In a dug 
well, 153 ft. south of Well No. 2, the water level 
was not changed after 1 1/2-hr. pumping in Well 
No. 2, but after 8 1/2 hr . the water level was 
lowered 0.7 ft. 
Analysis of a sample (Lab. No. 113,463) col-
lected Feb. 13, 1948 after 9 1/2-hr. pumping 
showed this water to have a hardness of 19.4 gr . 
per gal., a residue of 354 ppm. and an iron con-
tent of 1.7 ppm. 
Pumpage for Elmwood is estimated to average 
110,000 gpd. 
LABORATORY NO. 109,034 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
city of El Paso (1621) about 1878. 
At that time a well was constructed at a lo-
cation just north of the Toledo, Peoria & Western 
R. R. and 3 1/2 blocks west of the Illinois Central 
R.R. (or approximately 450 ft. N. and 1000 ft. E. 
of the S. W. corner of Section 5, T. 26 N., R. 2 E.). 
The well was dug to a diameter of 8 ft. and a 
depth of 60 ft. and lined with rock. Below 60 ft., 
three tubular wells extended to a depth of 120 to 
123 ft. from the ground surface. One well was 4 
in. in diameter, and two were 8 in. in diameter. 
The elevation of the ground surface is 775± ft. 
In 1912 the non-pumping water level was r e -
ported to be 49 ft. below the ground surface. In 
1920 it was reported that during dry seasons, 
the water was lowered below the 60-ft. depth of 
the dug portion of the well. Some ground water 
entered the well through the rock wall. In 1924 
the bottom of the dug portion had been paved with 
concrete, and the tops of the tubular wells sealed 
around the suction pipes. A Fairbanks-Morse 
pump was installed to de-water the upper part of 
the well. The discharge was wasted into a tile 
drain. 
Water was pumped from the three tubular 
wells by a Goulds 8 x 10-in. triplex pump, No. 
7564, rated at 225 gpm. The pump cylinders 
were placed near the bottom of the open well with 
the suction pipe extending into the tubular wells 
and provided with valves. 
In 1941 a Fairbanks-Morse turbine pump, 
No. 10369, powered by a 20-hp. Fairbanks-Morse 
induction motor was installed. There is a screen 
but no suction pipe below the bowls. The bottom 
of the bowls are set 10 ft. above the bottom of the 
well. 
EL PASO 
Woodford County 
Mar. 4, 1947 
The dug portion of this well has now been 
filled to the ground surface. 
At present this well supplies all of the water 
while the pumping equipment in the West Well is 
being changed. 
In 1927 a new well, called the West Well, was 
drilled by E. H. Johnson, Bloomington, about 30 
ft. west of the old well. It is 8 in. in diameter 
and 120 ft. deep with 10 ft. of screen. 
Correlated d r i l l e r ' s log of West Well furnished 
by the State Geological Survey: 
The present pumping installation consists of 
90 ft. of 6-in. od. column pipe; 7 5/8-in., 10-
stage American Well Works turbine pump, rated 
at 200 gpm. against a head of 240 ft. at 1750 gpm.; 
the overall length of the pump is 5 ft. 7 1/16 in.; 
20 ft. of 5-in. suction pipe. 
The pump is belt-driven from a shaft, con-
nected to a 20-hp. Fairbanks-Morse diesel en-
gine. This pump will be direct-connected to an 
electr ic motor but will remain connected to the 
Diesel for emergency use. 
Analysis of a sample (Lab. No. 109,423) col-
lected Mar. 4, 1947 after 20-min. pumping, showed 
the water to have a hardness of 20.9 g r .per gal., 
a residue of 435 ppm., and an iron content of 
1.0 ppm. 
LABORATORY NO. 109,423 
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An aera tor , filter, and softener were installed 
in 1946. The water is pumped from the wells 
over an aerator and into a clear well and then 
pumped from the clear well, through the filter 
and softener and to the elevated tank. The soften-
er is operated at a rate of 170 gpm. 
Analysis of a sample (Lab. No. 109,424) col-
lected Mar. 4, 1947, showed the softened water 
to have a hardness of 0.6 gr . per gal., a mineral 
content of 467 ppm., and an iron content of .03 
ppm. 
Pumpage averages 150,000 gpd. 
I l l ino i s Sta te Water Survey - Bul le t in No. 40 
A public wa te r supply was in s t a l l ed in the 
v i l lage of Elwood (248) by the F e d e r a l Works 
Agency in 1942 when many of the p r i v a t e r e s i -
den t i a l we l l s failed to fu rn i sh w a t e r due to r e -
c e s s i o n s i n the g round w a t e r l e v e l s . 
Water is obta ined f r o m a wel l d r i l l e d to a 
depth of 934 ft. by S. B. Ge ige r & C o . , Chicago , 
and comple t ed Nov. 18, 1942. I t is loca ted 124 ft. 
no r th of the c e n t e r of M i s s i s s i p p i Ave. and 131 
ft. w e s t e r l y of the c e n t e r l ine of the Chicago and 
Alton R a i l r o a d t r a c k s (about 1250 ft. S. and 1850 
f t . E . o f the N. W. c o r n e r of Sec t ion 29, T. 34 N . , 
R. 10 E . ) . The e leva t ion of the pump b a s e is 644 
ft. 
The hole and cas ing r e c o r d w e r e r e p o r t e d a s 
shown in Table 1. 
The lead s e a l on the upper end of the 10- in . 
cas ing w a s swedged out a g a i n s t the 12- in . c a s i n g . 
F r o m D e c . 17 to 19, 1942, a p roduc t ion t e s t 
was made by the Sta te Water S u r v e y . After p u m p -
ing for 22 1/2-hr.at 9.1 g p m . , t h e w a t e r l eve l w a s 
300 ft. o r m o r e be low the pump b a s e . Throughout 
the c o n s t r u c t i o n pe r iod and at the beginning of 
the t e s t the w a t e r l eve l was 20 ft. be low the top of 
the wel l c a s i n g . However , following the p r o d u c -
t ion t e s t , the wa te r did not r e t u r n to i t s p r e v i o u s 
ELWOOD 
Will County 
Aug. 17, 1948 
leve l ; and af te r 18 1/2 h r . , the d i s t ance to wa te r 
was 192 ft. be low the pump b a s e . 
T A B L E 1 
Hole R e c o r d 
16- in . f r o m su r face to 73 ft. 
12- in . f rom 73 to 305 ft. 
10- in . f rom 305 to 449 ft. 
8- in . f r o m 449 to 934 ft. 
Cas ing R e c o r d 
16- in . d r i v e pipe f rom su r f ace to 10 ft. 
12- in . f rom s u r f a c e to 72 ft. 3 in . 
10- in . f r o m 64 to 305 ft. 
8 - in . f rom 303 to 450 ft. 
The wa te r t e m p e r a t u r e s o b s e r v e d th roughou t 
the t e s t v a r i e d f r o m 5 2 . 6 ° F . a t the s t a r t t o 54 .1° 
F . a t the end. 
On June 1, 1944 the d i s t a n c e to w a t e r below 
the pump b a s e m e a s u r e d 63 ft. af ter an idle 
pe r i od of 3 w e e k s . On July 19, 1948, af ter a 7 -da . 
pe r iod of r e p a i r i n g the pump shaft , the w a t e r l e -
ve l was 188 ft. 
Ana lys i so f a s a m p l e (Lab . No. 107,916), c o l -
S a m p l e - s t u d y log of wel l d r i l l ed in 1942 furn ished by t h e State Geolog ica l Survey : 
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lected Oct. 11, 1946 below the first aerator tray 
after 3-hr . pumping at 60 gpm., showed this wa-
ter to have a hardness of 14.2 gr. per gal., a 
residue of 458 ppm., and an iron content of 0.6 
ppm. The strong odor of hydrogen-sulphide indi-
cates the presence of some water from the Galena-
Platteville formation. 
All water is aerated and chlorinated before be -
ing pumped to the distribution system. Aeration is 
provided for the removal of hydrogen-sulphide by 
means of 3 coke t r ays . 
The estimated average pumpage for the pub-
lic supply is about 11,000 gpd. 
LABORATORY NO. 107,916 
Illinois State Water Survey - Bulletin No. 40 
The village of Emden (396) installed a public 
water supply in 1941. 
Water is obtained from a well drilled in 1940 
to a depth of 124 ft. by Woollen Bros . , Wapella, 
and located on Lincoln St., south of Market St. 
(or approximately 1140 ft. N. and 2300 ft. E. of 
the S. W. corner of Section 6, T. 21 N., R. 3 W.). 
Sand was encountered at 100 ft. below a 
ground surface elevation of 598t ft. and the d r i l -
ling did not completely penetrate the sand forma-
tion. The well was cased with 117 ft. of 10-in. 
pipe and with 7 ft., exposed length, of 10-in. John-
son screen, having No. 30 slot openings. 
A production test was made by the State Wa-
ter Survey on Oct. 2, 1940. Before the start of 
the test the water level was 41 ft. below the top of 
the casing and after 7-hr. pumping at a constant 
ra te of 205 gpm. the drawdown was 14 ft. On 
Sept. 16, 1948 the altitude gauge reading was 
19 1/2 ft. after a 2-hr. non-pumping period". The 
EMDEN 
Logan County 
Sept. 21, 1948 
pumping equipment includes a 7-in. od. American 
Well Works turbine pump, No. 64013, having a 
rated capacity of 150 gpm. against 78 ft. of head; 
an air line of unknown length and a 5-hp. U. S. 
electric motor. 
Analysis of a sample (Lab. No. 115,827) col-
lected Sept. 16, 1948 after aeration, showed this 
water to have a hardness of 19.0 gr . per gal., a 
residue of 384 ppm., and an iron content of 4.1 
ppm. Methane gas is present in the water in a 
concentration of 1.3 cu. ft. per 1000 gal. 
The water is aerated and filtered. 
Analysis of a sample (Lab. No. 116,039) col-
lected Sept. 16, 1948 showed the treated water to 
have a hardness of 19.3 gr. per gal., a total min-
era l content of 361 ppm., and an iron content of 
0.13 ppm. 
Pumpage is estimated to average 14,000 gpd. 
LABORATORY NO. 115,827 
I l l ino is S ta te Wa te r Survey - Bu l l e t in No. 40 
The v i l lage of Equa l i ty (971) h a s no public w a -
t e r s y s t e m a t the p r e s e n t t i m e . 
An e l e c t r i c a l e a r t h r e s i s t i v i t y s u r v e y was 
m a d e by the State Geologica l Survey n e a r Equal i ty 
i n D e c , 1944. The a r e a c o v e r e d b y the s u r v e y e x -
tended 1 mi l e w e s t , 1 1/2 m i l e s south and 5 m i l e s 
e a s t of E q u a l i t y . 
C o r r e l a t e d d r i l l e r ' s log of Well No. 1 furnished 
by the State Geolog ica l Survey : 
EQUALITY 
Gal l a t in County 
F e b . 29, 1948 
Well No . 1, known as the high school wel l , was 
d r i l l e d in 1947 to a depth of 200 ft. by End ico t t 
and P i t t m a n , Ridgway, on the e a s t s ide of School 
St. and no r th of the high school (or app rox ima te ly 
1600 ft. S. and 2100 ft. W. of the N. E. c o r n e r of 
Sect ion 17, T. 9 S., R. 8 E . ) . The su r face e l e -
vat ion is 420± ft. 
The wel l i s ca sed with 8- in . pipe to s a n d -
s tone below which the hole i s 8- in . in d i a m e t e r . 
Dur ing d r i l l ing o p e r a t i o n s , w a t e r was encoun te red 
at 90 and 147 ft. d e p t h s . I t was r e p o r t e d by the 
d r i l l e r tha t when ba i l ing at a r a t e of 7 g p m . , the 
drawdown w a s about 122 ft. f r o m a s ta t ic w a t e r 
l eve l of 27.65 ft. below the top of the c a s i n g . The 
we l l i s not r e a d y for s e r v i c e . A p lunger pump 
h a s b e e n i n s t a l l e d , and a m o t o r i s ava i l ab l e . 
Ana lys i s of a s amp le ( L a b . No . 112,092), c o l -
l ec t ed Oct . 2, 1947, showed the wa te r to have a 
h a r d n e s s of 14.7 g r . pe r ga l . , a r e s i d u e of 555 
p p m . , and an i r o n content of 15.4 p p m . Much of 
the i r o n noted is due to the high tu rb id i ty of the 
s a m p l e . 
LABORATORY NO. 112,092 
Illinois State Water Survey - Bulletin No. 40 
The public water supply was installed by the 
village of Erie (1052) in 1920. 
Water is obtained from a well located in the 
rea r of the city hall, and water works building at 
the southeast corner of Main and River St. (or 
approximately 100 ft. N. and 1350 ft. W. of the 
S. E. corner of Section 6, T. 19 N., R. 4 E.) . 
The well was drilled in 1920 by Wallace Eating-
ger, Dixon, and was reported to be 567 ft. deep 
with the top of the well at 8 ft. below ground l e -
vel. The elevation of the ground surface is 585± 
ft. The well was cased with 10-in. pipe to a depth 
of 175 ft. extending 8 ft. into rock. The diameter 
of the well was reported to be 8 in. at the bottom. 
Water is pumped by 2 Kewanee triplex suction 
pumps, No. 75-Y and 75-R, rated at 180 and 100 
gpm. respectively. Power is furnished to the 
larger pump, No. 75-Y, by a 20-hp. General E lec -
tr ic Co. induction motor and to the smaller pump, 
No. 75-R, by a 10-hp. General Electric induction 
motor. Both motors are connected by chain belt 
to the pump. 
The pumps were installed in 1921, setting side 
by side and equipped with extended drive shafts 
with clutch and pulley arrangement between, so 
that in emergency, they can be driven by a single 
ERIE 
Whiteside County 
Oct. 9, 1947 
gasoline engine located in line with center pulley 
and clutch. This arrangement is such that the 
motors can be disengaged and the gas unit can 
supply power for either or both pumps at the 
same t ime. The pumping equipment is set in a 
pit about 8 ft. deep. The suction side of each 
pump is connected by a 4-in. pipe into a 4-in. 
cross-head, and this in turn is connected to a 6-in. 
drop pipe that extends 34 ft. into the well. 
In 1921, water just overflowed the top of the 
casing, and in 1933 the water level was very 
close to the top. 
Mr. Charles Withrow, chairman of the Water 
Committee, stated that the lowest the non-pumping 
water level had been measured, was 26 ft. below 
the top of the well. In Oct. 1947, the water level 
was also estimated to be at that level. 
Analysis of a sample (Lab. No. 112,153) col-
lected Oct. 9, 1947 from the pressure tank, 
showed this water to have a hardness of 12.4 gr . 
per gal., a residue of 245 ppm., and an iron con-
tent of 0.3 ppm. 
Including a cheese factory demand of 15,000 
gpd., the total pumpage is estimated to be ap-
proximately 45,000 gpd. 
LABORATORY NO. 112,153 
I l l ino i s State Water Survey - Bul le t in No. 40 
A public w a t e r supply was i n s t a l l e d by the c i ty 
of F a i r b u r y (2300) about 1887. 
Unti l 1935, w a t e r w a s obtained f r o m t h r e e deep 
we l l s loca ted a t the old w a t e r p lant in the nor th -
w e s t c o r n e r o f Nor th F i r s t and Wes t L o c u s t St . 
(o r a p p r o x i m a t e l y 1090 ft. N. and 2600 ft. E. of the 
S. W. c o r n e r of Sec t ion 3, T. 26 N . , R. 6 E . ) . 
The f i r s t we l l w a s d r i l l e d in 1892 by J . P . 
M i l l e r A r t e s i a n Well C o . , Brookf ie ld , to a depth 
of 2002 ft. be low a ground su r f ace e leva t ion of 
6 8 5 ± f t . , a n d w a s loca ted 75 ft. n o r t h of L o c u s t St . 
and 40 ft. w e s t of F i r s t S t . I t was c a s e d with 8-
in . i r o n pipe to a depth of 394 ft. A s a l t w a t e r -
b e a r i n g s t r a t a , p e n e t r a t e d a t 1500-ft . dep th , was 
shut off by 60 ft. of 6 - in . l i n e r . 
In 1896 the depth to w a t e r was r e p o r t e d to be 
60 ft.; 80 ft. in 1914; 87 ft. in 1918; and when 
pumping a t 100 gpm. , the w a t e r was d rawn down 
187 ft. The d i s c h a r g e w a s e s t i m a t e d to a v e r a g e 
85 g p m . dur ing r e g u l a r pumping o p e r a t i o n s . In 
1922, a f te r the second we l l had b e e n cons t ruc t ed 
35 ft. d i s t an t , w a t e r l e v e l in t h i s wel l was 122 ft. 
whi le pumping in the second wel l at a r a t e of 74 
to 84 g p m . 
Ana lys i s of a s a m p l e (Lab . No. 74746) c o l -
lec ted June 2 3 , 1934, showed the w a t e r to have a 
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h a r d n e s s of 11.3 g r . p e r g a l . , and a m i n e r a l c o n -
ten t of 1180 p p m . 
The wel l w a s abandoned J an . 1 , 1936, when new 
we l l s and the w a t e r w o r k s p lant south of the ci ty 
w e r e p laced in ope ra t i on . 
The second wel l w a s c o n s t r u c t e d in 1916 but 
not equipped unt i l 1919 or 1920. I t w a s loca ted 35 
ft. south of the f i r s t wel l and was d r i l l e d by C a m -
b r i d g e D r i l l e r C o . to a depth of 2172 ft. 
The hole and ca s ing r e c o r d w a s r e p o r t e d a s 
given in Table 1. 
T A B L E 1 
Hole R e c o r d 
8- in . f r o m 1615 to 2172 ft. 
Cas ing R e c o r d 
18- in . od. c a s ing f r o m su r face to 41 ft. 
14- in . od. c a s i n g f r o m su r face to 407 ft. 
10- in . l i ne r f r o m 725 to 920 ft. 
8 - in . l i ne r f r o m 1568 to 1615 ft. 
Dur ing d r i l l i ng ope ra t i ons in 1916, wa te r was 
e n c o u n t e r e d at depths of 30 ft. , and at 130 and 
S a m p l e - s t u d y log of the t h i r d wel l furnished by the State Geologica l Survey : 
2 - F a i r b u r y 
525 ft. 
In 1918 the depth to wa te r was r e p o r t e d to be 
109 ft. Dur ing a t e s t , the p roduc t ion d e c r e a s e d 
f r o m 125 to 75 g p m . , and the w a t e r was d rawn 
down to 300 ft. In 1920 and 1921 s e v e r a l t e s t s 
w e r e m a d e b y M r . B u r n s , Water Works S u p e r -
in tendent , and the product ion was r e p o r t e d to be 
74 to 84 g p m . , depending p a r t l y upon the t ime of 
pumping in the o the r we l l . 
In 1923 the product ion f r o m both w e l l s , af ter 
12 -h r . pumping , was 154 g p m . In M a r . 1924, 
both pumps w e r e o p e r a t e d l 6 t o 18 h r . p e r day , and 
the combined product ion was 118 gpm. In A p r . 
1928, af ter a t h i r d wel l had b e e n p laced in s e r v -
i c e , the w a t e r l eve l i n t h i s wel l was m e a s u r e d a t 
236 ft. be low the floor l e v e l . The pumps in the 
fir s t a n d t h i rd we l l s had been ope ra t i ng a l l night . 
The second wel l was abandoned Jan . 1 , 1936. 
The t h i r d wel l was d r i l l e d in 1926 by I r a 
F r e n c h , F a i r b u r y , and was loca ted 17 ft. south 
and 75 ft. w e s t of the second wel l and was 1586 ft. 
d eep . 
The hole and c a s i n g r e c o r d i s given in Tab le 2 . 
TABLE 2 
Hole R e c o r d 
10- in . f r o m su r face to 381 ft. 2 in . 
8 - in . f r o m 381 ft. 2 in . to 1215 ft. 
Cas ing R e c o r d 
10- in . ca s ing f r o m su r face to 42 ft. 
8- in . c a s ing f r o m su r f ace to 381 ft. 
2 in . 
6 - in . l i ne r f r o m 745 to 955 ft. 
After the wel l w a s c o m p l e t e d , 300 lb . of 100% 
gela t ine was p l aced in the wel l and exploded with 
d y n a m i t e . I t w a s not known w h e r e the c h a r g e 
exploded, bu t the 8- in . c a s ing w a s c r a c k e d , and 
the p a c k e r at the lower end of the 8- in . cas ing 
was loosened . Some pipe w a s d ropped in the wel l 
and not r e m o v e d . 
Dur ing d r i l l ing o p e r a t i o n s , w a t e r w a s e n -
coun t e r ed at dep ths of 522 and 527 ft. In ba i l ing 
wi th a sand bucke t , the y ie ld w a s e s t i m a t e d at 38 
gpm. 
A n a l y s i s of a sample (Lab . No . 74747) c o l -
l ec t ed June 23 , 1934, showed the w a t e r to have a 
h a r d n e s s of 7.2 g r . pe r ga l . , and a m i n e r a l c o n -
t en t of 1791 p p m . 
The wel l was abandoned J an . 1 , 1936. 
In July 1933, b e c a u s e the w a t e r f r o m the old 
deep we l l s had long been object ionable in i t s 
t a s t e and in i t s effect on p lumbing , the ci ty m a d e 
a t t e m p t s to find a m o r e d e s i r a b l e w a t e r supply . 
A t e s t we l l was d r i l l ed by I r a F r e n c h on Lot 6 
Block 20, a t Sixth and L o c u s t St. (or a p p r o x i -
m a t e l y 1030 ft. N. and 300 ft. W. of the S. E. c o r -
n e r of Sect ion 3). 
The t e s t wel l was 36 ft. d e e p , f inished in g r a -
v e l , and c a s e d with 8- in . pipe wi th the top of t h e 
cas ing 2 1/2 ft. above the ground s u r f a c e . A 
p roduc t ion t e s t was m a d e by the d r i l l e r with a 
6- in . cy l inder p u m p . The top of the work ing b a r -
r e l w a s 11 ft. below the ground s u r f a c e . Stat ic 
w a t e r l e v e l w a s 5 ft.; and af ter 190 -h r . pumping at 
150 g p m . , the drawdown was be low the top of the 
p u m p . On stopping the p u m p , the w a t e r l e v e l 
r a i s e d 1 ft. a f ter 10 m i n . and w a s v e r y slow in 
r e c o v e r y . 
A n a l y s i s of a s amp le (Lab . No. 73288) c o l -
l ec t ed July 25 , 1923, showed the w a t e r f r o m t h i s 
t e s t we l l to have a h a r d n e s s of 50.2 g r . pe r g a l . , 
a m i n e r a l content of 1329 p p m . , and an i r o n c o n -
t en t of 0.8 p p m . 
In 1935, two we l l s w e r e d r i l l e d by John B o l -
l i ge r & S o n s , F a i r b u r y , on south F i r s t St. e x -
t ended t o w h e r e i t c r o s s e s Indian C r e e k beyond 
the c i ty l i m i t s . 
Well No . 1, South Well , w a s d r i l l e d at a l o c a -
t ion 2750 ft. S. and 1270 ft. W. of the N. E. c o r n e r 
of Sec t ion 10. It is 39 ft. d e e p , p e n e t r a t i n g 35 ft. 
of w a t e r - b e a r i n g sand and g r a v e l , and c a s e d with 
24 ft. of 12- in . pipe and 15 ft. of Johnson 12 - in . 
s c r e e n . The s c r e e n i s s lo t ted as follows: top 1 
ft. h a s No. 40 s lo t open ings ; the next ft. h a s No. 
60; the t h i r d ft. h a s No. 100; and the b o t t o m 12 ft. 
h a s No. 125. A g r a v e l wal l w a s developed a round 
the s c r e e n by the u s e of a so l id s u r g e b lock . 
A p roduc t ion t e s t w a s m a d e with a 4 - i n . h o r i -
zonta l cen t r i fuga l p u m p , p o w e r e d by a gaso l ine 
e n g i n e . After e q u i l i b r i u m had been e s t a b l i s h e d 
at a pumping r a t e of 300 gpm. , the d rawdown w a s 
m e a s u r e d at 5.9 ft. be low a s t a t i c level of 5 1/2 
ft. be low the ground s u r f a c e , a speci f ic capac i ty 
of 50.8 g p m . p e r foot of d rawdown. M r . J . J . 
Wol tmann , consul t ing e n g i n e e r , r e p o r t e d t ha t , i n 
a l a t e r t e s t , when pumping at a r a t e of 500 g p m . , 
the d rawdown w a s 12.8 ft. 
Fairbury - 3 
LABORATORY NO. 110,259 
In 1944, after the rate of pumping had dimi-
nished considerably, the well was acidized, with 
the resul t that it was restored to i ts approximate 
original specific capacity. When the pump was 
pulled, preparatory to the acidizing process , it 
'was found that the shaft in the 3-stage bowl a s -
sembly was worn badly, and the two lower sec -
tions of column pipe were corroded at the threads . 
The pump and 30 ft. of column pipe were replaced 
with new equipment. 
The pump installation consists of 35 ft. of 
asphaltum-coated 6-in. screw column pipe; 8-in., 
2-stage Fairbanks-Morse turbine pump, No. 6920, 
rated at 300 gpm. against 50 ft. of head; the No. 
1113 impel lers are bronze and the shaft is s tain-
less steel; 7 1/2-hp., 1740 rpm. Fairbanks-Morse 
electric motor . 
On Apr 25, 1946, the water level was 11.7 ft. 
when pumping at 300 gpm.; and after stopping the 
pump, the water level raised to 6.8 ft. immediately, 
a recovery of 4.9 ft. 
An analysis of a sample (Lab. No. 110,259) 
collected May 12, 1947, showed the untreated wa-
ter to have a hardness of 21.2 gr. per gal., a r e s i -
due of 410 ppm., and an iron content of 0.4 ppm. 
Well No. 2, North Well, was drilled in June 
1935. It is located 100 ft. north of Well No. 1 and 
is 40 ft. deep into the same water-bearing forma-
tion as No. 1. 
The well is cased with 25 ft. of 12-in.pipe and 
15 ft. of 12-in. Cook screen. The upper 6 ft. of 
the screen has No. 40 slot openings, and the lower 
9 ft. has No. 125. A gravel wall was developed 
around the screen as in No. 1. 
Upon completion of the well, a production test 
was made with a 4-in. horizontal centrifugal pump 
and gasoline engine. Static water level was 6 ft.; 
and when pumping at 300 gpm., the drawdown was 
15.4ft., a specific capacity of 19.65 gpm. per foot 
of drawdown. 
On Apr. 25, 1946 a short production test was 
made by the State Water Survey. The static level 
was 6.7 ft.; and after 20-min. pumping at 160 
gpm., the drawdown was 14.1 ft., a specific capa-
city of 11.6 compared to the specific capacity of 
19.65 in June 1935. 
On Apr. 26, 1946, a total of eight carboys 
(1000 lb.) of 18° muriatic acid was poured into the 
well after which water was pumped at the maxi-
mum capacity of 195 gpm. After 20 min., the 
drawdown was 11.6 ft., a specific capacity of 16.8, 
an increase of 50% above that before acidizing but 
85% of the original value of 19.65 when the well 
was new. 
After the acidizing, the old pumping equip-
ment was reconditioned, and was to be replaced 
in the well. The pump and assembly consists of 
35 ft. of 6-in. column pipe; 8-in., 3-stage Fair-
banks-Morse turbine pump, Type B 401 M-1 , 
rated at 310 gpm; 7 1/2-hp., 1740 Fa i rbanks-
Morse electric motor. 
Analysis of a sample (Lab. No. 76176) col-
lected June 8, 1935, showed the water to have a 
hardness of 18.6 gr. per gal., a mineral content 
of 400.1 ppm., and an iron content of 0.4 ppm. 
The water is filtered, aerated, softened and 
chlorinated. 
Analysis of a sample (Lab. No. 110,260) co l -
lected May 12, 1947, showed the treated water to 
have a hardness of 6.1 g r . per gal., a mineral 
content of 211 ppm., and no iron content. 
In Apr. 1946 pumpage was estimated at 125,000 
gpd. During summer months the pumpage aver -
ages 200,000 gpd. 
4 - F a i r b u r y 
LABORATORY NO. 110.260 
I l l ino is State Wate r Survey - Bul le t in No. 40 
The vi l lage of F a i r v i e w (528) is in s t a l l ing a 
publ ic w a t e r supply. 
After d r i l l i ng s e v e r a l t e s t w e l l s in 1946, two 
p e r m a n e n t 10- in . d i a m e t e r we l l s w e r e comple ted 
by John B o l l i g e r , F a i r b u r y . The North Well was 
d r i l l ed to a depth of 302 ft. and loca ted in the 
pumping s ta t ion on the n o r t h s ide of the publ ic 
p a r k , about 25 ft. south of Wilson St. (or a p p r o x i -
m a t e l y 3000 ft. S. and 700 ft. W. of the N. E. c o r -
n e r of Sect ion 33 , T. 8 N . , R. 3 E . ) . The ground 
e leva t ion a t the w e l l - s i t e i s 740± ft. The p u m p -
ing equ ipment , i n s t a l l ed in June 1948, c o n s i s t s of 
a J acuzz i j e t pump Type T 3 H . , N o . 159174, with 
147 ft. of 2 - in . a i r pipe and 2 1/2-in. educ to r p ipe; 
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the pump i s o p e r a t e d a t 1715 r p m . ; 3 -hp . G e n e r a l 
E l e c t r i c m o t o r , No. NDJ 6723539. T h e r e i s no a i r 
l ine in the we l l . 
Ana lys i s of a s a m p l e (Lab . No. 114,922) c o l -
lec ted June 3, 1948 showed t h i s w a t e r to have a 
h a r d n e s s of 27.1 g r . pe r ga l . , a r e s i d u e of 590 
p p m . , and an i r o n content of 1.0 ppm. 
The South Well was d r i l l e d to a depth of 100 
ft. and loca ted on the south s ide of the p a r k about 
150 ft. south and 75 ft. e a s t of the Nor th Well . In 
June 1948, t h i s wel l w a s not equipped for pumping . 
The m u n i c i p a l w a t e r s y s t e m was not c o m p l e t e . 
Water was ava i lab le for f i re p ro t ec t i on . 
LABORATORY NO. 114,922 
Illinois State Water Survey - Bulletin No. 40 
The village of Farina (804) is installing a pub-
lic water supply. 
Test Well No. 1-48 was drilled in 1948 by E. A. 
Howell, Far ina, at a location 20 ft. south of the 
center line of Mulberry St., and 40 ft. east of the 
center line of Van Buren St. (or approximately 
2875 ft. S. and 2520 ft. W. of the N. E. corner of 
Section 32, T. 5 N., R. 4 E.). The well was 280 
ft. in depth below a ground surface elevation of 
587± ft. 
The well was drilled 11 in. in diameter to a 
depth of 105 ft., and 8 in. in diameter from 105 to 
205 ft. below the ground surface, and was cased 
with 8 1/4-in. od. pipe from one foot above to 82 
ft. below ground level. 
A production test was made by the State Water 
Survey on Jan. 7, 1948. For test purposes, a gas-
oline engine-driven deep-well turbine pump, with 
the bottom of the suction pipe at a depth of 90 ft., 
was installed. After 15 minute pumping at 24 
gpm. the drawdown was 3 9 ft. from a water level 
of 13 ft. below ground level. After 2 1/2-hr. 
pumping with the yield rate gradually decreased 
to 6.2 gpm. the drawdown was 54 ft. Twenty-five 
minutes after stopping the pump, the water level 
was 24.5 ft. below the pre-pumping level of 13 ft. 
Analysis of a sample (Lab. No. 113,285) col-
lected Jan. 27, 1948, after 2-hr . pumping showed 
the water to have a hardness of 17.2 g r .per gal., 
and a residue of 869 ppm. 
Allen Well, originally called Test Well 2-48 
was drilled in Mar. 1948 to a depth of 170 ft. by 
E. A. Howell at a location about 300 ft. north and 
520 ft. east of the intersection of Mulberry and 
Washington St. (or approximately 875 ft. S. and 
370 ft. W. of the N. E. corner of Section 32). The 
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ground elevation at the well-site is 590± ft. The 
water-bearing formation was reported to be a 
"wh i t e " sandstone between 65 and 117 ft. depth. 
The hole was cased with 10-in. pipe from 0.2 
ft. above to 28 ft. below ground level and the 10-
in. hole extended to 122 ft. below which the hole 
was finished 8 in. in diameter. A production test 
was made by the State Water Survey on Mar. 23-
24, 1948. For test purposes, an engine-driven, 
7-stage turbine pump was attached to 120 ft. of 
4-in. column pipe. Before starting the pump, the 
water level was 13 ft. below the top of the casing. 
The periods of pumping, ra tes and drawdowns 
were, in order , as follows: 
Thirty minutes after stopping the pump, the 
water level was 38.0 ft. below the top of the c a s -
ing. During the test , water level observations 
made in the Burge Well, 570 ft. west of Test Well 
2-48 and in the Crandall Well, 8'75 ft. west of the 
Test Well 2-48. At the end of the 22-hr. test , the 
water level in the Burge Well had lowered 5.1 ft. 
and in the Crandall Well, the water level lowered 
2.9 ft. 
On Aug. 19, 1948 the water level in Test Well 
2-48 was 15.3 ft. 
Analysis of a sample (Lab. No. 113,907) col-
lected Mar. 24, 1948 after 20-hr. pumping showed 
this water to have a hardness of 21.4 gr . per gal., 
a residue of 496 ppm., and an iron content of 0.5 
LABORATORY NO. 113,907 
2 - F a r i n a 
ppm. 
T e s t Well No. 2-48 was r e n a m e d Al len Well in 
the win te r of 1948-49, and w a s se lec ted for the 
in i t i a l sou rce of supply for F a r i n a . A c o n c r e t e 
b l o c k h o u s e w a s c o n s t r u c t e d ove r the wel l and the 
wel l equipped for pumping with 75 ft. of 3 - in . 
co lumn pipe; Cook tu rb ine p u m p , No. 11433, with 
b ronze i m p e l l e r s and s t a i n l e s s s t e e l shaft, and 
r a t e d at 25 gpm. a g a i n s t 250 ft. of head; 2 -hp . 
U . S . e l e c t r i c m o t o r , No. 714796. A 3- in . E u r e k a 
m e t e r i s ins ta l l ed in the d i s c h a r g e l ine . 
T e s t Well No. 3-48 was d r i l l ed to 170 ft. at a 
locat ion n o r t h of the La Grove C o m m u n i t y High 
School , and about one-hal f m i l e no r thwes t of 
T e s t Well 2 -48 (or a p p r o x i m a t e l y 850 ft. N. and 
2600 ft. w e s t of the S. E. c o r n e r of Sect ion 29). 
The y ie ld was too low to just i fy fur ther d e v e l o p -
m e n t . 
T e s t Well No. 4 -48 was d r i l l ed in May 1948 to 
a depth of 125 ft. at a loca t ion about 1200 ft. sou th-
e a s t of T e s t Well No. 2-48 (or a p p r o x i m a t e l y 1600 
ft. S. and 500 ft. E. of the N. W. c o r n e r of Sect ion 
33). The ground e leva t ion a t the wel l s i te i s 590± 
ft. The yield was e x t r e m e l y low. 
S a m p l e - s t u d y log of T e s t Well No. 4 -48 furnished 
by the State Geolog ica l Survey: 
A we l l , ca l l ed Boston No. 1, was d r i l l ed for 
the v i l lage in Aug. 1948, by J . H. Smi th , F a r i n a , 
at a loca t ion n e a r the n o r t h e a s t c o r n e r of Madi-
son and Vine S t . (or a p p r o x i m a t e l y 1580 ft. S. and 
2020 ft. W. of the N. E. c o r n e r of Sect ion 32). 
T h i s i s about one q u a r t e r mi l e n o r t h e r l y of T e s t 
Well No. 1-48 and about 1800 ft. w e s t - s o u t h w e s t 
of T e s t Well No. 2 - 4 8 . 
The wel l was d r i l l ed to a depth of 445 ft. When 
the dr i l l ing r e a c h e d 255 ft. , an a n a l y s i s (Lab . No. 
115,635) showed a ch lo r ide content of 3150 p p m . 
The hole was left open to 445 ft. for t h i r t y days 
af ter which i t w a s filled and a c o n c r e t e plug p laced 
with the top of the plug at 135 ft. depth . The wel l 
is c a s e d with 42 ft. of 12- in . id . p ipe below which 
the hole is 10 in . in d i a m e t e r . 
A p roduc t ion t e s t was m a d e on Sept . 23 , 1948 
by He ld t -Monroe C o . , E v a n s v i l l e , Ind. Before 
the t e s t the wa te r l eve l w a s r e p o r t e d to be 22.5 
ft. be low the top of the ca s ing . Wa te r w a s pumped 
for the f i r s t five h o u r s at 20 gpm. and the d r a w -
down g radua l ly i n c r e a s e d f rom 24 ft. to 89 ft. 
The pumping r a t e was d e c r e a s e d to 15 g p m . and 
e q u i l i b r i u m w a s ma in ta ined for 12 h r . with a 
drawdown of 58 ft. Th i r ty m i n u t e s af ter stopping 
the p u m p , the wa te r l eve l w a s 10 ft. be low the 
s t a r t i n g leve l of 22.5 ft. 
A br ie f p roduc t ion t e s t was m a d e on F e b . 24, 
1949 by He ld t -Monroe C o . Before the t e s t w a s 
s t a r t e d , the w a t e r level was 17 ft. 8 in . below the 
top of the c a s i n g . When pumping at 18 gpm. the 
drawdown was 95 ft. 4 in . Twenty m i n u t e s af ter 
s topping the pump, the w a t e r l eve l was 56 ft. or 
38 ft. 4 in . be low the s t a r t ing l eve l . 
A n a l y s i s of a s ample (Lab . No. 116,052) c o l -
lec ted Oct . 13, 1948, showed th i s w a t e r to have a 
h a r d n e s s of 22.6 g r . pe r ga l . , and a r e s i d u e of 494 
p p m . 
Wade Well No. 1 was o r ig ina l ly an oil t e s t wel l 
and d r i l l e d to over 1500 ft. in depth at a loca t ion 
2180 ft. N. and 2118 ft. E. of the S. W. c o r n e r of 
Sect ion 32 . In Aug. 1948, J . H. Smi th c leaned the 
hole to a depth of 455 ft. The wel l is r e p o r t e d to 
be c a s e d with 10- in . pipe f r o m the su r f ace to 200 
ft. 
A w a t e r p roduct ion t e s t was m a d e on Sept . 2 1 , 
1948 by H e l d t - M o n r o e C o . The w a t e r l eve l a t 
1:25 P . M . , be fore any pumping , was 10.5 ft. below 
the top of the c a s i n g . F r o m 1:30 P . M . to 5:30 
P . M . w a t e r was pumped i n t e r m i t t e n t l y a t v a r i o u s 
r a t e s f rom 55 to 10 gpm. At 5:30 P . M . the p r i n c i -
pa l t e s t was s t a r t e d . Two h o u r s l a t e r a c a v e - i n 
o c c u r r e d r e s u l t i n g i n a n i n c r e a s e d w a t e r p r o d u c -
t ion . Water was then pumped for 12 h r . a t a r a t e 
of 20 gpm. with a final drawdown of 83 ft. below 
the s t a r t i n g wa te r level of 10.5 ft. F o u r h o u r s 
af ter s topping the pump , the w a t e r l eve l was 18 
ft. 
Ana lys i s of a s amp le (Lab . No. 116,053) c o l -
lec ted Oct . 13 , 1948 af ter 1 5 - h r . pumping showed 
th i s w a t e r to have a h a r d n e s s of 16.5 g r . p e r g a l . , 
a r e s i d u e of 401 p p m . , and an i r o n content of 1.9 
p p m . 
C u r r y , Well No. 1 , was d r i l l e d for the v i l lage 
of F a r i n a in F e b . 1949 by J . H. Smi th and loca ted 
on the sou the r ly s ide of Vine St . about 600 ft. w e s t 
of the Al len Well and 1360 ft. n o r t h e a s t e r l y f r o m 
the Bos ton No. 1 Well (or a p p r o x i m a t e l y 750 ft. 
S. and 950 ft. W. of the N. E. c o r n e r of Sect ion 
32). 
The well was d r i l l ed to a depth of 125 ft. and 
was c a s e d with 8- in . pipe f rom 2 ft. 4 in . above to 
32 ft. 8 in . be low ground l e v e l . A product ion t e s t 
w a s m a d e by the State Water Survey on F e b . 26, 
1949. F o r t e s t p u r p o s e s , a n e n g i n e - d r i v e n t u r -
b ine pump w a s se t at 114 ft. be low the top of the 
c a s i n g . Befo re the t e s t was s t a r t e d the w a t e r l e -
ve l was 13.0 ft. below ground l eve l and af ter 
6 1 / 2 - h r . pumping at 9.9 gpm. the drawdown was 
47.7 ft. After the next 5 - h r . pumping at 14.0 g p m . 
the drawdown was 88.7 ft. E l e v e n m i n u t e s after 
s topping the pump , the w a t e r l eve l was 40.7 ft. 
Dur ing the t e s t of C u r r y Wel l No. 1 o b s e r v a -
F a r i n a - 3 
t i ons w e r e m a d e in C r a n d a l l Wel l , 350 ft. s ou th -
w e s t and in Bos ton No . 1 Well , 1360 ft. s o u t h -
w e s t on about the s a m e line as the C r a n d a l l Well . 
The w a t e r was lowered 1.72 ft. in the C r a n d a l l 
Well and 0.5 ft. in the Bos ton No. 1 Wel l . The 
pump in the l a t t e r wel l had been in ope ra t i on for 
s e v e r a l h o u r s on the rnorning of the p r e v i o u s day . 
Ana lys i s of a s amp le (Lab . No. 117,407) c o l -
lec ted F e b . 26, 1949, showed th i s w a t e r to have a 
h a r d n e s s of 20.0 g r . p e r g a l . , a r e s i d u e of 490 
ppm. , and an i r o n content of 5.0 p p m . 
The d i s t r i b u t i o n s y s t e m i s not comple t e ly i n -
s ta l led and the Al len Well i s r e p o r t e d to be r e a d y 
for s e r v i c e when needed . Bos ton No. 1 and Wade 
No. 1 Wel ls a r e being c o n s i d e r e d as s o u r c e s for 
the public supply . 
I l l ino i s State Wate r Survey - Bul le t in No. 40 
A publ ic wa te r supply was in s t a l l ed for the 
c i ty of F a r m e r Ci ty (1835) in 1891. 
A we l l , which flowed, was d r i l l ed in 1894 and 
w a s abandoned b e c a u s e of a c rooked ho le . In J a n . 
1907 the w a t e r l eve l was 20 ft. be low the ground 
s u r f a c e . 
The Nor th Well was d r i l l e d in 1907 and l o -
cated in the n o r t h e r n p a r t of the c i ty , a t the n o r t h -
w e s t c o r n e r of Allen and C e n t e r St. I t was 8 in . in 
d i a m e t e r and 176 ft. deep . The South Well was 
d r i l l e d in 1910 and loca ted 8 ft. f r o m the Nor th 
Well , and was the s a m e depth and d i a m e t e r . Both 
we l l s w e r e r e p o r t e d to be in a fo rmat ion of fine 
sand and g r ave l below a depth of 156 ft. and each 
wel l had a 20-f t . length of Cook s c r e e n . In 1913, 
the non-pumping w a t e r l eve l was 30 ft. below the 
ground su r face e leva t ion of 730± ft. In Apr . 1923 
while pumping in one we l l , the w a t e r l eve l in the 
o the r we l l , which was being r e p a i r e d , was 80 ft. 
The we l l s w e r e abandoned and fi l led about 
1932, at which t i m e the n u m b e r i n g of the we l l s 
w a s r e v i s e d . 
Wel l No . 1 was d r i l l e d in 1925 to a depth of 
173 1/2 ft. by C h r i s E b e r t , Washington, and l o -
ca ted in the pumping s t a t ion , 22 ft. no r th and 80 
ft. w e s t of the old Nor th Well (or a p p r o x i m a t e l y 
2440 ft. S. and 1880 ft. W. of the N. E. c o r n e r of 
Sect ion 28 , T. 21 N. , R. 5 E . ) . 
The wel l was c a s e d with 156 ft. of 12- in . pipe 
and 17 ft. exposed length of Cook s c r e e n , having 
No. 16 s lo t open ings . 
When the wel l was c o m p l e t e d , the s ta t ic w a -
t e r l eve l was 25 ft. below the ground su r face and 
in 1934 the w a t e r l eve l was 80 ft. 
T h i s wel l was abandoned about 1945, when the 
new pumping and e l e c t r i c l ight p lan t was c o n -
s t r u c t e d . The y ie ld of the wel l had d e c r e a s e d and 
pumping , with the ex is t ing e q u i p m e n t , was u n -
e c o n o m i c a l . The wel l w a s fi l led and capped. 
Two w e l l s , d r i l l e d in 1931 by E. H. Johnson 
and Son, Bloomington w e r e not deve loped . They 
w e r e loca ted in the. pumping s ta t ion , no r th of the 
old w e l l s . When c o m p l e t e d , the s t a t i c w a t e r l e -
ve l was 25 ft. and in 1934 the w a t e r l eve l was 80 
ft. 
Well No . 2 , now ca l l ed No. 1 , was d r i l l e d in 
1932 to a depth of 173 ft. by C h r i s E b e r t , Wash ing -
ton , and loca ted 25 ft. sou thwes t of old Well No. 1 
a t the pumping s ta t ion at Sta te and Al len St. 
F A R M E R CITY 
DeWitt County 
Aug. 3 1 , 1948 
C o r r e l a t e d d r i l l e r ' s log of one of the we l l s 
furn ished by the State Geolog ica l Survey : 
The wel l w a s c a s e d with 156 ft. of 12- in . pipe 
and 17 ft. exposed length of s c r e e n , having No. 16 
s lot open ings . 
The pump a s s e m b l y , i n s t a l l e d in Nov. 1947, 
c o n s i s t s of 140 ft. of 6 - in . co lumn pipe; 8- in . , 
9 - s t a g e Cook tu rb ine p u m p , No. 8804, r a t e d a t 
300 gpm. a g a i n s t 120 ft. of head ; a i r l ine of u n -
known length; 9 ft. of 5 - in . suc t ion p ipe ; 2 0 - h p . 
U. S . e l e c t r i c m o t o r . 
The pump is in dai ly s e r v i c e a t a m e t e r e d 
d i s c h a r g e r a t e of 160 g p m . When the pump w a s 
i n s t a l l ed in Nov. 1947 the r e d hand on the a i r l ine 
a l t i tude gauge was s e t at 35 ft. On Aug. 25 , 1948, 
the a l t i tude gauge indica ted a pumping w a t e r l eve l 
r e a d i n g of 20 ft. 
Ana lys i s of a s a m p l e (Lab . No. 115,684) c o l -
lec ted Aug. 25 , 1948 af ter 5.-hr. pumping showed 
t h i s w a t e r to have a h a r d n e s s of 17.2 g r . pe r ga l . , 
a r e s i d u e of 765 p p m . , and an i r o n conten t of 5.0 
p p m . Methane gas h a s b e e n noted to be p r e s e n t in 
the w a t e r f r o m t h e s e w e l l s . 
Well No. 2 was d r i l l e d in 1945 by Hayes and 
S i m s , Champaign and loca t ed 50 ft. south and 50 ft. 
w e s t of the c e n t e r of the i n t e r s e c t i o n of State and 
A l l e n S t . (or a p p r o x i m a t e l y 2560 ft. S. and 1740 ft. 
W. of the N. E. c o r n e r of S e c t i o n 28 . ) . 
The wel l was c a s e d with 154 ft. pf 12- in . b lack 
pipe f r o m 1 ft. above ground l eve l , and 15 ft. e x -
posed length of Johnson E v e r d u r s c r e e n . The top 
7 ft. of the s c r e e n had No. 16 s lo t open ings and the 
b o t t o m 8 ft. had No. 25 s lo t open ings . An 18- in . 
plug was p laced in the bo t t om of the s c r e e n and 
the f inished depth of the wel l was 165 ft. 7 in . 
f r o m the top of the ca s ing to the top of the plug. 
Stat ic w a t e r l e v e l , at the t i m e , w a s 63 ft. 4 in . 
be low the top of the c a s i n g . 
2 - F a r m e r C i ty 
A p roduc t ion t e s t w a s m a d e by the State W a -
t e r Survey on Oct . 1 , 1945. F o r t e s t p u r p o s e s a 
t e m p o r a r y pump a s s e m b l y w a s used , cons i s t ing 
of 100 ft. of 5 - i n . co lumn pipe and a 14-s tage t u r -
b ine p u m p , 8 ft. in l eng th . No suc t ion pipe w a s 
i n s t a l l e d . Befo re the t e s t was s t a r t e d , the w a -
t e r l eve l w a s 59 ft. After 8 - h r . pumping at a 
f inal r a t e of 67 gpm. , the d rawdown w a s 46 ft. 
Ana lys i s of a s a m p l e ( L a b . No. 104,400) c o l -
lec ted Oct . 1, 1945 showed t h i s w a t e r to have a 
h a r d n e s s of 14.3 g r . p e r g a l . , a r e s i d u e of 659 
p p m . , and an i r o n content of 2.4 p p m . 
The p r e s e n t pump i n s t a l l a t i o n , r e m o v e d f r o m 
old Well No. 1 , w a s m a d e in Oc t . 1945 and c o n -
s i s t s of 130 ft. of 5 - in . co lumn pipe; 7 - in . , 14 -
s t age F a i r b a n k s - M o r s e tu rb ine pump, No . 25852, 
having a r a t e d capac i ty of 250 gpm. ; 10 ft. of 5-
in . suc t ion p ipe ; 25 -hp . F a i r b a n k s - M o r s e e l e c -
t r i c m o t o r . 
The pump i s i n da i ly s e r v i c e and d i s c h a r g e s 
at a m e t e r e d r a t e of 75 g p m . 
F r o m Jan . 3 to Aug. 2 5 , 1948, pumpage a v -
e r a g e d 188,270 gpd. of which about 18,725 gpd. 
i s u s e d b y c o m m e r c i a l c o n c e r n s . 
LABORATORY NO. 115,684 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
city of Farmington (5225) in 1893. 
At that t ime, water was obtained from a well 
located at the old water works south of Vernon 
St. and west of Main St. (or approximately 700 
ft. S. and 350 ft. W. of the N. E. corner of Sec-
tion 11, T. 8 N., R. 4 E. ) . The well was drilled 
by S. Swanson, Minneapolis, Minn., to a depth of 
1461 ft. below a ground surface elevation of 720t 
ft., and was reported to be cased from the su r -
face to 269 ft. with 8-in. pipe, and from 269 to 
1145 ft. with 6-in. pipe. Below the casing, the 
hole was 6 in. in diameter. At a depth of 160 ft., 
the well passed through an old coal mine entry. 
At that point, the casing was embedded in con-
cre te . 
When the well was completed in 1893, the wa-
ter level was 82 ft. below the surface; and after 
pumping several h r . at 120 gpm., there was no 
drawdown. In Mar. , 1914, the water level was r e -
ported to be 135 ft.; and when pumping at about 
175 gpm., the drawdown was 15 ft. The well was 
originally equipped with a deep-well 6-in. id. 
cylinder pump. In 1912, when an air lift pump 
was being installed, it was found that the old cyl-
inder was tightly wedged in the casing at a depth 
of about 260 ft. and could not be removed. The 
5-in. eductor pipe for the air lift was extended 
down through the old cylinder. About 1915, b e -
cause of a decline in the production of the well, 
FARMINGTON 
Fulton County 
Jan. 27, 1948 
an attempt was made to reinstal l a deep-well 
pump, and 400 ft. of air lift eductor pipe was a c -
cidently dropped and became tightly jammed in the 
bottom of the hole. 
The air lift had produced about 135 gpm., but 
after the ser ies of accidents the production rate 
was about 37 gpm., and in Aug., 1915 had declined 
to 30 gpm. The well could not be cleaned out be -
cause there was no substitute supply available. 
Analysis of a sample (Lab. No. 38956), col-
lected Feb. 13, 1918, showed the water from this 
well to have a hardness of 14.2 gr. per gal. , a 
residue of 2285 ppm., and an iron content of 1.6 
ppm. 
A well was completed in Mar. , 1918 to a depth 
of 1710 ft. by C. P. Brandt, Chicago, and located 
approximately 275 ft. north of East For t St. (State 
Highway No. 116) and 1/4 mile east of Elmwood 
Road(or approximately 100 ft. N. and 1320 ft. W. 
of the S. E. corner of Section 1). The g round su r -
face elevation is 788± ft. 
The well is cased with 10-in. steel pipe from 
the surface to 1020 ft. and with 8-in. iron pipe 
from 1020 to 1260 ft. At the top of the 8-in. 
casing, a bell nipple was swedged to fit the inside 
of the 10-in. casing. 
In Mar. 1918, the water level was 202 ft. be -
Sample-study log of a well completed in 1918 furnished by the State Geological Survey: 
2 - Farming ton 
low the surface, and Feb. 27, 1939, the water l e -
vel was 245 ft. 
The pumping assembly consists of: 340 ft. of 
4-in. column pipe; 8-in., 18-stage Pomona turbine 
pump, No. H-2922, rated at 150 gpm.; overall 
length of pump is 8 ft.; 10 ft. of 4-in. suction pipe; 
25-hp., 1760 rpm. Westinghouse electric motor. 
Analysis of a sample (Lab. No. 113,288), col-
lected Jan. 27, 1948 after 4-hr . pumping showed 
this water to have a hardness of 7.2 gr. per gal., 
a residue of 2161 ppm., and an iron content of 
0.3 ppm. 
Pumpage is estimated to be 130,000 gpd. 
LABORATORY NO. 113,288 
Illinois State Water Survey - Bulletin No. 40 
The village of Findlay (688) installed a public 
water supply in 1935. 
In 1935, two test wells were drilled by John 
Bolliger and Sons, Fairbury. Test Well No. 1, 
located west of the center of the village, entered 
shale at a depth of 116 ft. No sand or gravel was 
encountered. Test Well No. 2 was located on the 
southeast side of the Chicago and Eastern Illinois 
R. R. and on the north side of Lincoln St. at its 
intersection with the railroad (or approximately 
1000 ft. S., and 600 ft. E. of the N. W. corner of 
Section 3, T.12 N., R. 4 E.). The ground surface 
elevation at the site is 680t ft. 
This well was 6 in. in diameter and 167 ft. 
deep. Sand and gravel were encountered between 
the depths of 127 and 167 ft., and a 20-ft. screen, 
with No. 20 slot openings, was placed between 
147 and 167 ft. A production test was made on 
Mar. 1, 1935. A 4-in. Pomona pump driven by a 
gasoline engine, was installed for test purposes.-
The well produced 107 gpm. with a drawdown of 
7 1/2 ft. from a non-pumping water level of 99 1/2 
ft. 
Analysis of a sample (Lab. No. 75739) col-
lected Mar. 1, 1935, showed the water to. have a 
hardness of 13.7 gr. per gal., a residue of 659 
ppm., and an iron content of 2.8 ppm. 
Test Well No. 3 was drilled in 1935 to a depth 
of 176 ft. by L. R. Burt, Decatur, and located 
about 350 ft. southwest of Test Well No. 2 near 
the intersection of Jefferson St. and the railroad 
approximately 1300 ft. S. and 330 ft. E. of the N. W. 
corner of Section 3). 
Correlated dr i l le r ' s log of Test Well No. 3 
furnished by the State Geological Survey: 
The well was cased with 6-in. pipe to a depth 
of 149 ft. 8 in. A 5 1/2-in. Cook screen, having 
No. 20 slot openings, was set from the bottom of 
the casing to a depth of 171 ft. 
FINDLAY 
Shelby County 
July 22, 1948 
A production test was made on Mar. 29, 1935. 
For test purposes, a 4-in. , 18-stage Pomona tu r -
bine pump, driven by a gasoline engine, was in-
stalled. The bottom of the suction pipe was set 
at a depth of 134 ft. 7 in. The non-pumping wa-
ter level was 96 ft. 4 in., and test resul ts were 
reported as follows: 
The permanent village well was installed in 
1935 at the site of Test Well No. 3 by L. R. Burt. 
The well was completed at a depth of 154 ft., 
and is of the gravel-walled type. The 26-in. outer 
casing extends to a depth of 128 ft., and the 12-in. 
inner casing to a depth of 129 ft. below the ground 
surface. A 25-ft. length of 12-in. Cook screen, 
having No. 187 slot openings, is installed below 
the 12-in. casing between 129 and 154 ft. 
A production test was made by the State Water 
Survey on June 26, 1935. The well produced 150 
gpm. with a drawdown of 14.3 ft. from a non-
pumping water level of 96 ft. below the ground 
surface. 
The well is equipped as follows: 120 ft. of 
6-in. column pipe; 7-in., 11-stage Cook deep-well 
turbine pump, No. 1750, having an overall length 
of 4 ft. 7 1/2 in. and rated at 150 gpm. against 
240 ft. of head; 10 ft. of 6-in. suction pipe, 20-hp. 
U. S. electric motor operating at 1800 rpm. 
This well is the sole source of the public sup-
ply. Water levels observed by air line and a l t i -
tude gauge are doubtful. An altitude reading of 12 
ft. was observed after 5 min. and after 10 hr . of 
non-pumping. A reading of 5 ft. was observed 
after 5 min. and again after 10 hr . of pumping. 
The pump is throttled to a 75 gpm. rate to syn-
chronize with the capacity of the treatment plant. 
Analysis of a sample (Lab. No. 115,228) col-
lected July 9, 1948 after 30-min. pumping at 75 
gpm. showed the water to have a hardness of 15.3 
gr. per gal., a residue of 642 ppm., and an iron 
content of 4.8 ppm. Methane gas is present in 
this water in a concentration of 8.1 cu. ft. per 
1000 gal. 
The water is aerated, filtered, softened, and 
2 - F ind l ay 
c h l o r i n a t e d . 
Ana lys i s of a s a m p l e (Lab . No. 115,512) c o l -
l ec t ed July 9 , 1948 showed the t r e a t e d wa te r to 
have a h a r d n e s s of 6.5 g r . p e r g a l . , a m i n e r a l 
content of 673 p p m . , and an i r o n content of 0.4 
p p m . 
Pumpage for June 1948 was e s t i m a t e d to a v -
e r a g e 28,640 gpd. 
LABORATORY NO. 115,228 
LABORATORY NO. 115,512 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
village of Fisher (754) in 1936. 
Well No. 1 was drilled in 1936 to a depth of 204 
ft. by L. R. Burt, Decatur, and refinished in Jan. 
1949 to a depth of 236 ft. It is located on the north 
side of Front St. about 720 ft. west of Third St. (or 
approximately 2565 ft. N. and 1000 ft. W. of the 
S.E. corner of Section 36, T. 22 N., R. 7 E.). The 
ground surface elevation at the well-site is 720± ft. 
The well was originally cased with 8-in. pipe 
and with 20 ft. of 8-in. Johnson screen. The lower 
10 ft. of the screen had No. 12 slot openings and 
the upper 10 ft. had No. 10 slot openings. The low-
er 18 ft. of the screen was exposed to a water-
bearing sand formation. A production test was 
made by the State Water Survey on Apr. 10, 1936. 
Pumping was started at a rate of 182 gpm., and 
after 5 minutes the drawdown was stable at 26 ft. 
from a static water level of 30 ft. below ground 
level. After 8-hr. pumping at an average rate pf 
182 gpm. the drawdown remained at 26 ft. Mr. 
Verl Zook, Water Superintendent, reported in 
July 1949 that in Jan. 1949 the well was cased 
with 8-in. pipe from the surface to 204 ft.; with 
6-in. pipe from 204 to 226 ft. and 10 ft. of John-
son Everdur screen. The bottom of the screen is 
set at 236 ft. The size of slot openings was not 
reported. 
In Mar. 1947, the pump became sand-locked 
and was removed and repaired. During the pump 
repair period, about one month, water was pumped 
by an air lift, having an air pipe extending to a depth 
of about 190 ft. The sand-lock was probably caused 
by a break-through of sand from the formation and 
not from a rupture in the casing, as the well was 
cleared up very shortly after the air lift was in-
stalled. Very little sand deposit was found in 
the well bore. The static water level at the time 
was 31 1/2 ft. below ground level. On Dec. 17, 
1948 the water level in Well No. 1 was 35.1 ft. 
below the top of the concrete pump base after 
6 1/2-hr. pumping in Well No. 2 at 125 gpm. 
F rom Nov. 1947 to Feb . 1949, Well No. 1 was 
not equipped for pumping. The equipment has 
been removed from Well No. 1 to Well No. 2. Mr. 
Zook reported that in Feb. 1949, after the r e -
finishing of Well No. 1, the pumping equipment 
installed consisted of 80 ft. of 4-in. column pipe; 
6-in., 10-stage Aurora turbine pump, No. 42781, 
rated at 125 gpm. against 90 ft. of head at 1750 
rpm.; the overall length of the pump is 3 ft. 1 
in.; 80 ft. of 1/4 -in. air line; 5-hp. U. S. electric 
motor. The pump base is 2 ft. above ground l e -
vel. 
FISHER 
Champaign County 
Dec. 17, 1948 
When pumping at 125 gpm. in Feb. 1949, the 
drawdown was reported to be 20 ft. In June 1949 
the pumping rate was reported to be about 90 
gpm. and the water lowered below the air line. 
Analysis of a sample (Lab. No. 110,158) col-
lected May 5, 1947 showed the water in Well No. 
1 to have a hardness of 21.5 gr . per gal., a r e s i -
due of 386 ppm., and an iron content of 1.6 ppm. 
Well No. 2 was completed in Nov. 1947 by 
Hayes and Sims, Champaign, and is located at 
the west end of Front St., 10 ft. north of Test 
Hole No. 1 and 275 ft. west of Well No. 1. 
Test Hole No. 1 was drilled to a depth of 
271 1/2 ft. 
Sample-study log of Test Hole No. 1 furnished 
by the State Geological Survey: 
The dr i l ler reported some gas was encountered 
in Well No. 2 at 80 ft. causing some caving of the 
mater ia l . The well was finished at a depth of 240 
ft. and was cased with 10-in. pipe from the su r -
face to 190 ft.; with 8-in. pipe from 190 to 230 ft. 
and with 10 ft. of Johnson Everdur screen set 
with the bottom at 240 ft. The screen had No. 30 
(?) slot openings. 
A production test was made by the State Water 
Survey on June 26, 1948. Before pumping, the wa-
ter level was 26 1/2 ft. below ground level. After 
3 1/2-hr. pumping at r a tes gradually accelerated 
from 41 1/2 to 205 gpm. the final drawdown was 
14.8 ft. During the tes t , a water level recorder 
was installed in Well No. 1, located 275 ft. to the 
2 - Fisher 
LABORATORY NO. 116,783 
east . Maximum drawdown in Well No. 1 was 0.1 
ft. 
The pumping equipment, installed May 26, 
1948, consists of 80 ft. of 5-in. column pipe; 7-in., 
4-stage American Well Works turbine pump, No. 
71303, rated at 125 gpm. against 86 ft. of head at 
1735 rpm., and having an overall length of 3 ft. 
3 in.; 78 1/2 ft. of 1/4-in. air line belowthe pump 
base which is 2 1/2 ft. above ground level; 10 ft. 
of 5-in. od. suction pipe and strainer; 5-hp., U.S. 
electric motor. 
On Nov. 10, 1948, a production test was made 
by the State Water Survey. The water level, after 
a 1 1/2-hr. non-pumping period, was 27.3 ft. 
After 1 1/2-hr . pumping at ra tes gradually a c -
celerated from 40 to 73 gpm. the final drawdown 
was 49.4 ft. Complete recovery of the water l e -
vel occurred in 15 minutes. The results of the 
test showed a decline in specific capacity of the 
well from 13.8 in June 1948 to 1.5 gpm. per foot 
of drawdown in Nov. 1948. No sand was pumped 
during the te st but at the s tar t the discharge con-
tained a reddish-brown fluffy mater ia l , a sample 
of which tended to settle slowly in the container. 
On Nov. 22, 1948, seventy pounds of chlorine 
was placed in the well and the yield rate decreased 
from 73 to 25 gpm. Operations continued at this 
rate until Dec. 2, 1948 when the well was surged 
with a bai ler . A considerable quantity of fine 
sand having a reddish color and flakes of iron 
precipitate was removed. The well was placed in 
service Dec. 4, 1948 and now yields at a rate of 
about 110 gpm. to the aera tor . 
Analysis of a sample (Lab. No. 116,783) col-
lected Dec. 17, 1948 after 8 1/2-hr. pumping at 
110 gpm., showed the water to have a hardness of 
21.9 gr. per gal., a residue of 461 ppm., and an iron 
content of 1.9 ppm. 
The water is aerated, filtered and softened. 
Aralysis of a sample (Lab. No. 116,784) col-
lected Dec. 17, 1948 showed the treated water to 
have a hardness of 4.9 gr. per gal., a mineral 
content of 640 ppm., and an iron content of 0.2 
ppm. 
F rom Jan. 1 to June 1, 1948 metered pump-
age averaged 31,500 gpd. 
LABORATORY NO. 116,784 
I l l inois Sta te Wate r Survey - Bul le t in No. 40 
A publ ic w a t e r supply w a s in s t a l l ed by the 
v i l lage of F l a n a g a n (663) about 1892. 
A wel l was d r i l l ed on the south s ide of L u m b e r 
St . be tween Main and J ackson St. (or a p p r o x i -
m a t e l y 2485 ft. N . , and 2080 ft. W. of the S. E. 
c o r n e r of Sect ion 22, T. 28 N . , R. 3 E . ) . 
C o r r e l a t e d d r i l l e r ' s log of wel l d r i l l ed about 
1892 furnished by the State Geologica l Survey: 
The wel l w a s 170 ft. deep below a ground s u r -
face e leva t ion of 676± ft., and was c a s e d with 6-
in . pipe to 164 ft. , be low which was p laced a 6 - in . 
s c r e e n to a depth of 170 ft. 
When the wel l was comple t ed , the peak of the 
a r t e s i a n flow was 11 ft. above the ground s u r -
f ace . In 1917 the flow was piped into a fountain 
and wa te r ing t rough on Main St . about 1/2 block 
d i s t a n t . T h e r e w e r e 9 o the r flowing we l l s in the 
v i l lage a t t ha t t i m e . 
In 1919 a G o u l d ' s 7 by 8- in . s i ng l e - ac t i ng t r i p -
lex p u m p was in s t a l l ed with 20 ft. of 5 - in . suct ion 
pipe extending in to the w e l l . P o w e r was furn ished 
by a 10-hp . e l e c t r i c m o t o r . The pump was used 
about 4 h r . each day , and dur ing tha t t i m e , t h e r e 
w a s no flow into the fountain and t r ough . In 1924 
the wel l w a s sea l ed to p r e v e n t the f ree flow when 
not pumping b e c a u s e the 9 o ther flowing we l l s 
c e a s e d flowing if the v i l lage wel l was al lowed to 
flow. One of t h o s e w e l l s , 100 ft. wes t of the v i l -
FLANAGAN 
Liv ings ton County 
May 3 , 1947 
lage we l l , c e a s e d flowing when the v i l lage wel l 
pump w a s o p e r a t i n g . 
P r i o r to 1913, a second wel l had been c o n -
s t r u c t e d , ad jacent to the f i r s t we l l , and w a s of 
the s a m e depth and d i a m e t e r and was c a s e d s i -
m i l a r l y . Both we l l s w e r e i n t e r c o n n e c t e d , and 
w a t e r w a s pumped s i m u l t a n e o u s l y f rom both w e l l s . 
In 1930 the f ree flow was e s t i m a t e d at 1 gpm. 
A n a l y s i s of a s amp le (Lab . No. 67048), c o l -
l ec ted July 30, 1930 f r o m 1/2-in. pipe at foun-
t a i n , showed the w a t e r f r o m the we l l s to have a 
h a r d n e s s of 96 p p m . , a m i n e r a l con ten t of 611 
p p m . , and an i r o n content of 0.6 p p m . 
One of the w e l l s h a s been abandoned , and the 
o ther we l l i s capped with the p u m p r e m o v e d . 
In May 1944 a new wel l was d r i l l e d 40 ft. 
w e s t of the old we l l s by Mike E b e r t , Wash ing ton . 
It is 168 ft. deep and c a s e d with 163 ft. of 6 - in . 
pipe and 5 ft. of s c r e e n . The pump ins t a l l a t i on 
c o n s i s t s of 145 ft. of 6- in. co lumn p ipe ; P o m o n a 
tu rb ine p u m p , No. 2798; 15-hp . Wes t inghouse 
e l e c t r i c m o t o r . The pumping r a t e i s a p p r o x i -
m a t e l y 117 g p m . 
The d r i l l e r r e p o r t e d tha t the pumping r a t e 
when the wel l was comple t ed w a s 100 g p m . The 
a r t e s i a n flow was e s t i m a t e d by the d r i l l e r to be 
20 gpm. 
A n a l y s i s of a s ample ( L a b . No . 110,150) c o l -
l e c t e d M a y 3 , 1947 af te r 10-min.«pumping, showed 
the w a t e r to have a h a r d n e s s of 7.0 g r . pe r ga l . , 
a r e s i d u e of 614 p p m . , and an i r o n content of 0.2 
ppm. 
P u m p a g e i s e s t i m a t e d to a v e r a g e 24,000 gpd. 
LABORATORY NO. 110,150 
I l l i no i s State Water Survey - Bul le t in No . 40 
F l o s s m o o r (1270) was i n c o r p o r a t e d as a v i l -
lage in 1925. Befo re i t s i n c o r p o r a t i o n , p a r t s of 
the a r e a w e r e suppl ied with w a t e r f r o m we l l s 
owned by the I l l inois C e n t r a l R a i l r o a d Co . and 
the M e r r i c k C o n s t r u c t i o n C o . The public w a t e r 
supply i s now obtained f r o m w e l l s which a r e m u -
nic ipa l ly owned. 
The I l l ino i s C e n t r a l R a i l r o a d C o . h a s 2 we l l s 
on the w e s t s ide of the r i g h t - o f - w a y , nor th of the 
depo t . The south we l l , d r i l l e d in 1892, was a b a n -
doned in 1926. The n o r t h wel l (now ca l l ed Vi l lage 
Well No. 1 ) w a s d r i l l ed by the J . P . Mi l l e r A r t e -
s i an Wel l C o . , Brookf ie ld , in 1922 and is loca ted 
a p p r o x i m a t e l y 1500 ft. N. and 600 ft. W. of the 
S. E. c o r n e r of Sect ion 1, T. 35 N . , R. 13 E. 
Well No. 1 w a s o r ig ina l l y d r i l l ed to a depth 
of 152 ft. and c a s e d to b e d r o c k with 85 ft. of 10 -
in . pipe be low which the hole w a s 10 in . in d i -
a m e t e r to the b o t t o m . The ground su r face e l e v a -
t ion i s 6 8 0 t ft. Th i s wel l was r e p o r t e d to have 
fi l led in . I t was c leaned out , deepened to a t o t a l 
depth of 275 ft. and new 10- in . cas ing ins t a l l ed 
by S . B . G e i g e r , Ch icago , in Oct . 1939. 
The ex i s t ing pumping equ ipment w a s in s t a l l ed 
in 1940: 110 ft. of 6 - in . w i . co lumn p ipe ; 8- in . 
A m e r i c a n Wel l Works tu rb ine p u m p , No. 63224, 
r a t e d at 300 gpm. aga ins t 220 ft. of head; 110 ft. 
of a i r l i n e ; 10 ft. of 6- in . wi . suc t ion p ipe ; 25 -hp . 
G e n e r a l E l e c t r i c m o t o r . 
In 1940 a non-pumping w a t e r l eve l of 47 ft. 
be low the pump b a s e was r e p o r t e d . When p u m p -
ing at 300 g p m . , the w a t e r l eve l w a s 85 ft. be low 
the p u m p b a s e and d i s s o l v e d g a s a p p e a r e d in the 
w a t e r , which could only be e l i m i n a t e d by r e d u c -
ing the r a t e of p u m p a g e . 
On A p r . 25 , 1945, the non-pumping w a t e r l e -
ve l w a s 90 ft. be low the pump b a s e , and af ter 3 -
m i n . pumping a t 300 g p m . , the w a t e r l eve l was b e -
low the a i r l i n e . A n a l y s i s of a s a m p l e ( L a b . No . 
103161), co l l ec t ed in 1945 a f t e r 4 - m i n . pumping 
showed t h i s w a t e r to have a h a r d n e s s of 29.0 g r . 
FLOSSMOOR 
Cook County 
Sep t . 14, 1947 
p e r g a l . , a m i n e r a l content of 571 p p m . , and an 
i r o n content of 3.1 p p m . 
In July 1946 the pump w a s o p e r a t e d dai ly for 
4 - h r . p e r i o d s and d e l i v e r e d a p p r o x i m a t e l y 290 
g p m . 
The M e r r i c k C o n s t r u c t i o n C o . wel l (now known 
as P a r k Well o r Vi l lage Well No . 2 ) i s loca ted 
n e a r the n o r t h e a s t l i m i t s o f the v i l l age a p p r o x i -
m a t e l y 2600 ft. N. and 1300 ft. E. of t h e S. W. c o r -
ne r of Sec t ion 6, T. 35 N . , R. 14 E. The e l eva t ion 
of the ground su r f ace a t the w e l l i s 665 t ft. T h i s 
we l l was d r i l l e d to a depth of 351 ft. and is r e -
p o r t e d c a s e d to r o c k wi th 105 ft. of 12- in . id . p ipe 
be low which the hole is 10 in . in d i a m e t e r to the 
bo t tom. 
The ex i s t ing p u m p i n s t a l l a t i o n w a s m a d e in 
Aug. 1939: 80 ft. of 8- in . w i . c o l u m n pipe; 12 - in . , 
11-s tage A m e r i c a n Well Works t u r b i n e p u m p , N o . 
55065, r a t e d a t 350 gpm. a g a i n s t 226 ft. of head ; 
88 ft. of a i r l i n e ; 20 ft. of 8- in . suc t ion; 4 0 - h p . 
Howell e l e c t r i c m o t o r . 
On Aug. 6 , 1941, the non-pumping w a t e r l e -
ve l was 36 ft. be low the p u m p b a s e , and the p u m p 
d i s c h a r g e w a s 390 g p m . On A p r . 2 5 , 1945, the 
w a t e r l e v e l w a s 40 ft., and a f t e r 8 - m i n . pumping 
at 420 to 425 g p m . the d rawdown w a s 20 ft. 
T h i s we l l h a s b e e n the m a i n producing uni t i n 
the publ ic w a t e r supply s ince i t s c o n s t r u c t i o n 
s o m e t i m e b e f o r e 1926. I t w a s o r ig ina l ly c o n -
s t r u c t e d to s e r v e an a r e a o f 165 a c r e s known as 
F l o s s m o o r P a r k , bu t o n June 13 , 1939 i t was r e -
p o r t e d tha t the we l l suppl ied a l l o f the publ ic d e -
m a n d a t t ha t t i m e . In July 1946 the p u m p w a s o p -
e r a t e d da i ly for 6 - h r . p e r i o d s a t a n e s t i m a t e d 
r a t e of 290 g p m . 
Ana lys i s of a s a m p l e ( L a b . No . 112,007), c o l -
l ec ted Sept . 17, 1947, showed t h i s w a t e r to have a 
h a r d n e s s of 29.1 g r . p e r g a l . , a r e s i d u e of 652 
p p m . , and an i r o n content of 1.5 p p m . 
LABORATORY NO. 103,161 
2 - F l o s s m o o r 
LABORATORY NO. 112,007 
Vil lage Well No. 3 (deepened I l l inois C e n t r a l 
Well No. 2) now ca l led G a r a g e Well , is loca ted 
about 200 ft. no r thwes t of Well No. 1 (or a p p r o x i -
m a t e l y 1550 ft. N. and 750 ft. W. of the S. E. c o r -
ne r of Sec t ion 1). Th i s wel l was o r ig ina l ly d r i l l ed 
in 1925 for the I l l inois C e n t r a l R a i l r o a d C o . by 
T h o r p e B r o s . Well C o . , D e s Moines , Iowa. I t 
was d r i l l ed to a depth of 160 ft. and c a s e d with 
16- in . od. pipe to a depth of 88 ft. be low which the 
b o r e was 14- in . d i a m e t e r to the bo t tom. 
The wel l was o r ig ina l ly equipped with a doub le -
ac t ing p lunger pump having a capac i ty of 150 gpm. 
and was o p e r a t e d a l t e r n a t e l y with Well No. 1 
which had s i m i l a r equ ipment . On Aug. 27, 1926 
when the pump in No. 1 was o p e r a t e d a lone , the 
w a t e r l eve l in Well No. 3 was at a depth of 46 ft. 
With both pumps o p e r a t i n g , the w a t e r l eve l low-
e r e d to a depth of 94 ft. When the pump in No. 1 
w a s s topped , the w a t e r l eve l in No. 3 was 89 ft. 
I t was r e p o r t e d June 13, 1939 tha t the wel l had 
not b e e n u s e d for 5 y e a r s . 
A s a m p l e co l lec ted in August 1926 af te r 2-
h o u r s pumping was found to have a h a r d n e s s of 
29.2 g r . pe r ga l . and a m i n e r a l content of 741 
p p m . A sample co l l ec ted in Apr i l 1940 af ter o n e -
hour pumping at 300 gpm. w a s found to have a 
h a r d n e s s of 28.3 g r . pe r ga l . and a m i n e r a l c o n -
tent of 708 p p m . 
Th i s wel l w a s deepened by S . B . G e i g e r & Co . 
in July 1941 to a to ta l depth of 467 ft. 
The d r i l l e r ' s hole and cas ing d i a m e t e r r e c o r d 
shows: 16- in . cas ing to a depth of 88 ft.; 14- in . 
hole b e t w e e n the depths of 88 and 160 ft.; 12- in . 
hole f r o m 160 to 467 ft. 
A 2 6 - h r . p roduc t ion t e s t was conducted by the 
State W a t e r Survey on Aug. 5 and 6, 1941. The 
S a m p l e - s t u d y and d r i l l e r ' s log of Well No. 3 
furn ished by the State Geolog ica l Survey: 
we l l p roduced 390 to 395 gpm. dur ing the l a s t 4 
h r . of the t e s t with a drawdown of 89 1/2 ft. f r o m 
a non-pumping w a t e r l eve l of 64 1/2 ft. below the 
conc re t e pump b a s e . The wa te r l eve l in Well No. 
1 , loca ted about 200 ft. s ou thea s t , w a s o b s e r v e d 
to r e c e d e 2 ft. dur ing the l a s t few h o u r s of the 
t e s t . The pump in Well No. 1 was not ope ra t ing 
a t any t ime dur ing the t e s t . 
Ana lys i s of a s ample (Lab . No. 112,006) c o l -
l ec ted Sept . 17, 1947, af ter 2 5 - m i n . pumping 
showed th i s w a t e r to have a h a r d n e s s of 39.2 g r . 
pe r ga l . , a r e s i d u e of 929 p p m . , and an i r o n c o n -
t en t of 0.5 p p m . Th i s qual i ty is s i m i l a r to tha t 
noted in a s a m p l e co l lec ted Aug. 6, 1941. 
The ex is t ing pump ins ta l l a t ion was m a d e in 
1943: 200 ft. of 6- in . co lumn p ipe ; 10- in . , 8-
s tage P o m o n a tu rb ine pump No. SA 2714 r a t e d a t 
400 gpm. aga in s t 308 ft. of head ; the o v e r a l l 
length of the pump is 5 ft. 9 in . ; 200 ft. of 1/4-in. 
a i r l ine ; 30 ft. of 6 - in . suc t ion p ipe ; 4 0 - h p . W e s t -
inghouse electric motor. 
In July 1946 the pump was operated daily for 
a period of 8 hr . at an estimated rate of 330 gpm. 
Flossmoor - 3 
The pumpage for the public supply is not m e -
tered. An estimate of the maximum pumpage is 
313,000 gpd. The minimum pumpage for the 
winter months is estimated to be 150,000 gpd. 
LABORATORY NO. 112,006 
I l l i no i s S ta te Water Survey - Bul le t in No . 40 
A publ ic w a t e r supply w a s in s t a l l ed by the 
v i l l age of F o r r e s t (947) about 1895. 
A we l l was dug n e a r the c e n t e r of the v i l l age 
and u s e d as a s o u r c e of supply unt i l about 1901 
when 2 c o a l shaf ts w e r e l e a s e d by the v i l l a g e . 
The shaf t s had b e e n r e c e n t l y dug and then a b a n -
doned b e c a u s e of too m u c h qu icksand and w a t e r . 
T h e y w e r e loca ted on the south s ide of the Toledo 
P e o r i a & W e s t e r n R . R . n e a r the sou thwes t c o r -
n e r of the v i l l age and about 75 ft. f r o m the south 
b r a n c h of the V e r m i l l i o n R i v e r (or a p p r o x i m a t e l y 
1200 ft. N. and 1200 ft. W. of the S. E. c o r n e r of 
Sec t ion 4 , T . 26 N . , R . 7 'E . ) . 
The depth of the shaf t s w a s 80 ft. be low a s u r -
face e l eva t i on of 680 t ft. The upper p a r t of the 
shaft w a s about 7 ft. by 14 ft. and c a s e d with 
heavy l u m b e r . Or ig ina l l y they w e r e c o v e r e d with 
p lank , bu t p r i o r to 1926, flat c o n c r e t e roofs w e r e 
p l aced ove r the sha f t s . 
A Gould t r i p l e x p u m p , with a 5- in . suc t ion and 
4 - i n . d i s c h a r g e p i p e , was i n s t a l l e d i n the pump 
s t a t ion wi th the p u m p b a s e about 4 ft. be low the 
g round s u r f a c e . T h e p u m p w a s b e l t - c o n n e c t e d t o 
a 10-hp . , 1165 r p m . G e n e r a l E l e c t r i c m o t o r . 
In 1916 the w a t e r l eve l w a s r e p o r t e d to be 4 
ft. be low the wel l c o v e r ; and af ter long cont inued 
pumping , the w a t e r w a s d r a w n down 5 ft. In 1922 
the w a t e r l eve l w a s 6 ft.; and af ter pumping s e v -
e r a l h o u r s , the w a t e r l eve l w a s d r a w n down 22 
ft. In 1930 the dep ths of the shaf ts was r e p o r t e d 
to be 48 or 49 ft. be low the top of the c o n c r e t e 
c u r b , and the depth of w a t e r w a s 35 or 36 ft. I t 
w a s r e p o r t e d t ha t in the s u m m e r of 1931, on a 
day when c o n s i d e r a b l e w a t e r was u s e d , the w a -
t e r l eve l w a s l o w e r e d 11 ft.; and on the following 
day , i t had r a i s e d 10 ft. The l e v e l for the day 
be fo re pumping w a s not r e p o r t e d . 
A n a l y s i s of a s a m p l e (Lab . No. 70857), c o l -
l ec ted on May 4 , 1932, showed the w a t e r to have 
a h a r d n e s s of 26.1 g r . p e r g a l . , a m i n e r a l c o n -
t en t of 667.4 p p m . , and an i r o n content of 4.0 
p p m . 
In 1934 b e c a u s e the h a r d n e s s and i r o n conten t 
o f the w a t e r w a s b e c o m i n g m o r e and m o r e u n s a -
t i s f a c t o r y to the pub l ic , e f for ts w e r e m a d e to find 
ano the r s o u r c e of supply . Layne Nor th C e n t r a l C o . 
d r i l l e d a n u m b e r of t e s t h o l e s about 1 1/2 m i . 
south of town. 
A we l l w a s d r i l l e d in M a r . 1935 at a s i t e about 
1 /2 m i . south of the c o r p o r a t i o n l ine (or a p p r o x i -
F O R R E S T 
Liv ings ton County 
A p r . 28 , 1947 
m a t e l y 26 l0 ft. S . and 1500 ft. E. of the N. W. c o r -
n e r of Sec t ion 10, T. 26 N . , R. 7 E . ) . 
The we l l i s 114 ft. deep be low a ground e l e -
va t ion of 675± ft. MSL. d a t u m . The floor of the 
p u m p house i s 6 ft. above the n a t u r a l ground s u r -
f ace . The ca s ing r e c o r d i s : a 30 - in . ou t e r 
cas ing ex tends f r o m the p u m p house floor to 99 
ft . , and an 18- in . i nne r cas ing e x t e n d s f r o m the 
floor to 99 ft. be low which is 25 ft. of 18- in . Layne 
s c r e e n , having 3 / l 6 - i n . s lot open ings . A 12- in . 
g r a v e l wa l l w a s p l aced a round the s c r e e n . 
On A p r . 8 , 1935 a s h o r t p roduc t ion t e s t was 
m a d e by the State Wate r Survey . P r i o r t o the 
t e s t the p u m p had b e e n o p e r a t e d for 5 1 /2 h r . a t 
r a t e s exceed ing 250 g p m . The non-pumping l e -
v e l , on s t a r t i n g the t e s t , w a s 33 ft. 4 in . be low 
the b a s e p l a t e ; and af ter pumping 2 1/2 h r . a t 
245 g p m . , the d rawdown w a s 13.2 ft. On May 27 , 
1935 the Sta te Wate r Survey m a d e ano the r t e s t : 
The non -pumping w a t e r l eve l w a s 36 ft. 6 i n . , 
and the d rawdowns for d i f ferent pumping r a t e s 
w e r e : 
In 1946 the pump a s s e m b l y w a s ove rhau l ed by 
the Layne Bowle r C o . , Ch icago . After r e p a i r s 
the a s s e m b l y w a s r e p l a c e d the s a m e a s o r i g i n -
a l ly i n s t a l l e d , tha t i s : 99 ft. of 6 - in . co lumn 
pipe; 8 - s t a g e , 8 - in . Layne t u r b i n e p u m p , No. 
7134, r a t e d at 250 g p m . a g a i n s t 154 ft. of head ; 
the o v e r a l l length of the p u m p is 5 ft. 3 in . ; 6- in . 
length of 6 - i n . suct ion p ipe wi th a s t r a i n e r a t -
t ached ; 2 0 - h p . , 1 7 5 5 - r p m . G e n e r a l E l e c t r i c m o -
t o r . 
A n a l y s i s of a s ample ( L a b . No. 110,083), c o l -
l e c t e d A p r . 28 , 1947 a f t e r the pump had b e e n o p -
e r a t i n g 10 m i n . , showed the u n t r e a t e d w a t e r to 
have a h a r d n e s s of 19.0 g r . p e r g a l . , a r e s i d u e of 
358 p p m . , and an i r o n content of 2.1 p p m . 
The w a t e r i s a e r a t e d and f i l t e r ed for i r o n r e -
m o v a l . 
A s a m p l e of t r e a t e d w a t e r co l lec ted A p r . 28 , 
1947 showed the i r o n content to be .03 p p m . 
Consumpt ion i s e s t i m a t e d a t 100,000 gpd. 
2 - F o r r e s t 
LABORATORY NO. 110,083 
I l l inois State W a t e r Survey - Bul le t in No. 40 
The v i l l age of F o r r e s t o n (992) e s t ab l i shed a 
public w a t e r supply in 1894. 
Water is obta ined f r o m a wel l d r i l l ed to a 
depth of 300 ft. in 1894 and loca ted at the i n t e r -
sec t ion of F r o n t St . and Walnut St. (or a p p r o x i -
m a t e l y 200 ft. S. and 2600 ft. W. of the N. E. c o r -
ne r of Sec t ion 16, T. 25 N . , R. 8 E . ) . The su r face 
e leva t ion is 920 t ft. 
The wel l i s 8 in . in d i a m e t e r th rough the g l a -
c ia l dr i f t f r o m the su r face to 40 ft . , and 6 in . in 
FORRESTON 
Ogle County 
Nov. 20, 1947 
d i a m e t e r through l i m e s t o n e f r o m 40 to 300 ft. 
Wate r is pumped by a i r lift with 200 ft. of a i r 
pipe and 200 ft. of 1 1/4-in. educ to r p ipe . On Nov. 
20, 1947, the non-pumping w a t e r l eve l was e s t i -
m a t e d to be 25 or 30 ft. below the ground s u r f a c e . 
Ana lys i s of a s amp le (Lab . No. 112,650) c o l -
l ec t ed Nov. 20, 1947 af ter 2 - h r . pumping showed 
th i s w a t e r to have a h a r d n e s s of 24.8 g r . pe r 
ga l . , a r e s i d u e of 530 p p m . , a n d no i r o n conten t . 
P u m p a g e i s e s t i m a t e d to be 45,000 gpd. 
LABORATORY NO. 112,650 
I l l ino is Sta te Water Survey - Bu l l e t i n No. 40 
The ins ta l l a t ion of a publ ic w a t e r supply was 
comple ted by the v i l lage of F o x L a k e (1110) e a r l y 
in 1928. 
Wa te r i s obta ined f r o m 2 we l l s loca ted about 
175 ft. no r th of the Ch icago , Mi lwaukee . & St. 
P a u l R. R. s t a t ion and 500 ft. e a s t of the r a i l r o a d 
t r a c k . 
Well No. 1 was d r i l l e d to a depth of 945 ft. 
in 1928 by W. L. T h o r n e & C o . , D e s P l a i n e s . I t 
is loca ted about 60 ft. no r th of the cen te r of E r -
n e s t A v e . and 90 ft. w e s t of the cen te r of G r a c e 
Ave . (or a p p r o x i m a t e l y 700 ft. S. and 700 ft. W. of 
the N. E. c o r n e r of Sect ion 9 , T. 45 N . , R. 9 E . ) . 
The e leva t ion at the g round sur face is 770 i ft. 
The wel l was d r i l l ed as a 12- in . hole f r o m the 
su r f ace to a depth of 545 ft . , and the ba l ance or 
l ower 400 ft. as a 10- in . ho l e . I t is c a s e d with 
12- in . pipe f r o m the su r face to a depth of 255 ft. 
and 10- in . pipe be tween the dep ths of 237 and 545 
ft. The lap b e t w e e n the 2 s i z e s of cas ing was 
fi l led with a lead p a c k e r . 
The wel l i s r e p o r t e d to have a " d o g - l e g " l i -
mi t ing the set t ing of the p u m p . The p r e s e n t pump 
i n s t a l l a t i o n , p laced in 1937, c o n s i s t s of 200 ft. of 
5 - in . co lumn pipe; 8 - in . , 12 - s t age S ter l ing t u r -
b ine pump r a t e d at 200 gpm. a g a i n s t 325 ft. of 
head ; the o v e r a l l length of the pump is 6 ft. 
10 3 /16 in. ; 10 ft. of 5 - in . suc t ion pipe with a 5-
in . t a p e r e d s t r a i n e r , 13 in . long; 25 -hp . U. S. 
e l e c t r i c m o t o r . 
FOX LAKE 
Lake County 
Sept . 1 1 , 1946 
When pumped with the above equ ipment the 
wel l p roduced 240 gpm. a t g round l eve l and d e -
l i v e r e d 200 gpm. to the e l eva ted s t o r a g e tank . 
Before the tu rb ine p u m p was in s t a l l ed , the 
old Keys tone pump rode r e q u i r e d f requent r e -
p l a c e m e n t s a t which t i m e s w a t e r l eve l s w e r e r e -
po r t ed to be 40 ft. be low the pump b a s e . 
T h i s wel l h a s not b e e n in s e r v i c e s ince 1943 
bu t i s he ld a s a n e m e r g e n c y supply un i t . 
Ana lys i s of a s a m p l e ( L a b . No . 62540) c o l -
l ec ted Sept . 1 1 , 1928, showed t h i s wa te r to have 
a h a r d n e s s of 18.5 g r . p e r g a l . , a r e s i d u e of 336 
p p m . , and an i r o n content of 0.6 p p m . 
Well No. 2 was d r i l l e d to a depth of 135 ft. by 
Ray F e u e r b o r n , Ba t av i a , in 1941 . I t i s loca ted 13 
ft. south of Well No. 1 and h a s p r a c t i c a l l y the 
s a m e e leva t ion a t the ground s u r f a c e . The wel l 
is c a s e d f r o m the su r f ace to a depth of 119 ft. 
with 16- in . p ipe below which i t h a s 16 ft. of 15- in . 
d i a m e t e r No. 30 s lot Johnson b r a s s s c r e e n . 
A p roduc t ion t e s t was m a d e by the State Wate r 
Survey on Aug. 12, 1941. The depth to w a t e r b e -
fore s t a r t i n g the pump was 35 3 /4 ft. be low the 
top of the wel l c a s i n g . After 2 1/2-hr. pumping 
at 284 g p m . , the drawdown w a s 4 1/4 ft. P u m p -
ing w a s cont inued at a r a t e of 281 gpm. to the end 
of the 4 - h r . t e s t with no addi t iona l d rawdown. A 
r e c o v e r y in the w a t e r l eve l of 3 3 / 4 ft. w a s r e -
po r t ed 5 m i n . af ter the pump w a s s topped. 
S a m p l e - s t u d y log of Well No. 1 furn ished by the State Geologica l Su rvey : 
2 - F o x Lake 
The ex i s t ing pump ins t a l l a t i on , m a d e in Aug. 
1941 , c o n s i s t s of 100 ft. of 5 - in . co lumn pipe; 
10-in. , 7 - s t age Ster l ing t u rb ine p u m p , No . S 3901; 
the ove ra l l length of the pump is 5 ft.; 10 ft. of 
5- in . suc t ion pipe fitted with a s t r a i n e r 1 ft. long; 
100 ft. of a i r l ine (now defect ive) ; 4 0 - h p . U. S. 
e l e c t r i c m o t o r . 
Although s e l e c t e d g r a v e l was worked a round 
the wel l th rough 4 pi lot w e l l s , s p r e a d equal ly about 
the wel l a t 3-ft . r a d i i , the pump h a s b e e n b r ing ing 
up fine sand which i s c a r r i e d th rough the d i s t r i b u -
t ion s y s t e m and c logs the m e t e r s . During the 
d r i l l ing of Wel l No. l , a depos i t of qu icksand was 
e n c o u n t e r e d be tween the dep ths of 125 and 155 ft. 
be low the s u r f a c e . T h i s wel l h a s furn ished the 
e n t i r e w a t e r supply s ince 1943. 
A n a l y s i s of a s ample ( L a b . No. 107,552) c o l -
lec ted Aug. 30 , 1946 af ter 4 - h r . pumping at 284 
gpm. , showed th i s w a t e r to have a h a r d n e s s of 
22.6 g r . pe r ga l . , a r e s i d u e of 402 p p m . , and an 
i r o n content of 0.9 p p m . 
Two i r o n r e m o v a l un i t s , having a capac i ty of 
8,000 to 10,000 ga l . p e r h r . e a c h , w e r e i n s t a l l ed 
June 9 , 1946. The water r e c e i v e s no o the r t r e a t -
m e n t . 
A s a m p l e co l lec ted Aug. 30 , 1946 f rom a t ap 
in the Vil lage Hal l was found to have 0.04 p p m . of 
i r o n content . 
The 2 we l l s supply the e n t i r e public d e m a n d , 
and the Ch icago , Mi lwaukee , and St. P a u l R. R. 
T h e r e i s no r e c o r d of m e t e r e d pumpage , which 
r e a c h e s i t s peak dur ing s u m m e r d e m a n d s . I t i s 
e s t i m a t e d tha t the a v e r a g e pumpage i s 125,000 
gpd. which v a r i e d f rom an a v e r a g e win te r m i n i -
m u m of 110,000 gpd. to an a v e r a g e s u m m e r m a x i -
m u m of 175,000 gpd. 
LABORATORY NO. 107,552 
I l l ino is Sta te Water Survey - Bul le t in No. 40 
A publ ic w a t e r supply was in s t a l l ed by the v i l -
lage of F o x R i v e r Grove (693) in 1928. 
Wa te r is obtained f r o m a we l l located in the 
publ ic p a r k bounded by the t h o r o u g h f a r e s known as 
Beach Way and R ive r Way (approx ima te ly 450 ft. 
N. and 1650 ft. W. of the S. E. c o r n e r of Sect ion 
18, T. 43 N . , R. 9 E . ) . Th i s wel l w a s d r i l l ed in 
1928 to a depth of 145 ft. by W. L. T h o r n e , Des 
P l a i n e s , and c o m p l e t e d . The ground e leva t ion i s 
738 t ft. The wel l is c a s e d to r o c k at a depth of 
102 ft. with 13- in . od. pipe and is 12 in . in d i a -
m e t e r a t the bo t tom. S e v e r a l 6 - h r . p roduct ion 
t e s t s w e r e m a d e soon af ter the comple t ion of the 
wel l which ind ica ted a capac i ty of 210 gpm. with 
a d rawdown of 22 ft. f r o m a non-pumping w a t e r 
l e v e l of 6 ft. below the top of the we l l . On July 1, 
1947, the w a t e r l eve l was 9 ft. below the pump 
b a s e af ter a 3 - h r . idle pe r iod and was 32 ft. af ter 
3 0 - m i n . pumping a t 250 gpm. 
FOX RIVER GROVE 
McHenry County 
July 23, 1947 
The ex is t ing pump ins t a l l a t ion , m a d e in Sept . 
1944, is 80 ft. of 5 - in . co lumn pipe; 8- in . , 7-
s tage A m e r i c a n Well Works tu rb ine p u m p , Shop 
No. 70615, having a r a t e d capac i t y of 250 g p m . 
aga ins t 210 ft. of head ; 10 ft. of 5 - in . suct ion 
pipe; 80 ft. of 1/4-in. g i . a i r l ine ; 20 -hp . U. S. 
e l e c t r i c m o t o r . 
A n a l y s i s of a s ample (Lab . No. 110,887) c o l -
l ec t ed July 1, 1947 af ter 4 0 - m i n . pumping at 250 
gpm. showed th i s wa te r to have a h a r d n e s s of 
21.4 g r . pe r ga l . , a r e s i d u e of 415 ppm. , and an 
i r o n content of 0.3 p p m . 
The e s t i m a t e d a v e r a g e pumpage i s 40,000 gpd. 
which v a r i e s f rom a m i n i m u m a v e r a g e of 30,000 
gpd. in the win te r to a m a x i m u m a v e r a g e of 
60,000 gpd. for the s u m m e r . 
LABORATORY NO. 110,887 
I l l ino is State Water Survey - Bul le t in No. 40 
A public w a t e r supply w a s in s t a l l ed by the 
v i l lage of F r a n k f o r t (568) about 1905. 
Wate r is obta ined f rom a wel l 165 ft. deep l o -
ca t ed about 75 ft. no r th of K a n s a s St. at the nor th 
end of Hickory St. (or a p p r o x i m a t e l y 150 ft. S. and 
4400 ft. E. of the N. W. c o r n e r of Sect ion 28 , T. 
35 N . , R. 12 E . ) . The e leva t ion of the ground s u r -
face is 762± ft; 
The wel l i s r e p o r t e d to be c a s e d with 8- in . 
pipe into l i m e s t o n e and to p e n e t r a t e 102 ft. of 
d r i f t , 20 ft. of l i m e s t o n e , and a h a r d blue r o c k in 
the lower 43 ft. 
On Dec . 22, 1931, the depth of the wel l m e a -
s u r e d 156 ft., and the d i s t ance to w a t e r 64 ft. , 
both m e a s u r e m e n t s f r o m the top of cas ing which 
is about 5 ft. be low the ground s u r f a c e . 
The pump ins t a l l a t i on , m a d e on Dec . 22, 1931, 
is as fol lows: 96 ft. of 5- in . co lumn pipe; 8- in . , 
13 - s t age Deming t u rb ine pump r a t e d a t a c a p a -
c i ty of 240 gpm. aga in s t 210 ft. of head ; the o v e r -
a l l l ength of the pump is 8 ft. 5 in . ; 10 ft. of 5 - in . 
suc t ion p ipe; 2 0 - h p . U. S . e l e c t r i c m o t o r . 
Ana lys i s of a s a m p l e ( L a b . No. 107,859), c o l -
l ec ted Oct . 4 , 1946 after 4 0 - m i n . pumping at 240 
g p m . , showed th i s w a t e r to have a h a r d n e s s of 
26.6 g r . p e r g a l . , a r e s i d u e of 495 p p m . , and an 
i r o n conten t of 1.1 p p m . 
FRANKFORT 
Will County 
Oct . 26, 1946 
The w a t e r u s e d for the public supply is not 
t r e a t e d . 
The e s t i m a t e d a v e r a g e pumpage i s 30,000 gpd. 
The Elg in , Jo l i e t , & E a s t e r n R. R. ob ta ins i t s 
wa te r supply f rom a wel l 365 ft. deep loca ted a p -
p r o x i m a t e l y 2800 ft. n o r t h and 250 ft. w e s t of the 
sou theas t c o r n e r of Sect ion 28 , T. 35 N . , R. 12 
E . The e l eva t ion a t the g round su r f ace i s 765 i ft. 
The wel l i s r e p o r t e d to be c a s e d f r o m the su r f ace 
to a depth of 125 ft. with 16- in . d i a m e t e r cas ing 
be low which i t h a s a 12- in . d i a m e t e r . L i m e s t o n e 
w a s e n c o u n t e r e d at a depth of 120 ft. 
A non-pumping wa te r l eve l of 64 ft. and a 
pumping wa te r l eve l of 73 ft., both be low the pump 
b a s e , w e r e r e p o r t e d i n Sept . 1943. 
The e s t i m a t e d a v e r a g e pumpage i s 125,000 
gpd. which v a r i e s f r o m a m i n i m u m of 75,000 gpd. 
to a m a x i m u m of 225,000 gpd. 
Another we l l , r e p o r t e d to be the o r i g i n a l we l l , 
is loca ted about 15 ft. e a s t of the 365-f t . we l l . It 
w a s d r i l l e d to a depth of 203 ft. 4 in . and is c a s e d 
f rom the su r f ace to a depth of 136 ft. with 8- in . 
d i a m e t e r p ipe . The d i s t ance to w a t e r below the 
top was r e p o r t e d to be 90 ft. in 1932, and the c a -
pac i ty of the wel l is 50 gpm. I t is equipped with 
a hand pump and is u sed for d r ink ing p u r p o s e s . 
LABORATORY NO. 107,859 
I l l ino i s State Water Survey - Bul le t in No. 40 
The public wa te r supply s y s t e m for the v i l -
lage of F r a n k l i n Grove (645) was ins t a l l ed in 
1902. 
Water is obtained f r o m a wel l d r i l l ed in 1902 
to a depth of 298 ft. by E. R. Chit ty , M i l l e d g e -
v i l l e , and loca ted in the c e n t e r of the b u s i n e s s 
d i s t r i c t on the no r th s ide of South St . be tween 
E l m and Walnut St. (or a p p r o x i m a t e l y 1375 ft. 
S .and 1330 ft. E .o f the S. W. c o r n e r of Sect ion 1, 
T. 21 N. , R. 10 E . ) . The sur face e leva t ion is 
810± ft. 
C o r r e l a t e d d r i l l e r ' s log of wel l d r i l l ed in 1902 
furnished by the State Geological Survey: 
The wel l was cased with 10- in . pipe to a depth 
of 60 ft. below which the d i a m e t e r of the hole is 
not known. In 1923, the pump cyl inder was r e -
po r t ed to be wedged in a 6- in . cas ing at a depth of 
75 ft. 
The pump ins ta l l a t ion , m a d e in 1947, is 100 ft. 
of 5 - in . co lumn pipe; 1 1 - s t a g e , w a t e r - l u b r i c a t e d , 
A m e r i c a n Well Works tu rb ine p u m p , No. 72532; 
o v e r a l l length of pump is 8 ft.; 20 ft. of 5- in . s u c -
t ion pipe; 100 ft. of 1/4-in. a i r l ine ; 15-hp. U. S. 
e l e c t r i c m o t o r , No. 534234. 
FRANKLIN GROVE 
Lee County 
Dec . 11 , 1947 
In Oct . 1923, the non-pumping w a t e r l eve l was 
r e p o r t e d to be 30 ft. below the ground s u r f a c e , and 
the p roduc t ion was e s t i m a t e d a t 100 gpm. In June , 
1947, the non-pumping wate r l eve l was 35 ft. below 
the top of the wel l and in D e c , 1947, the w a t e r l e -
ve l was 20 ft. be low the pump b a s e . 
Ana lys i s of a s a m p l e ( L a b . No. 112,905) c o l -
lec ted Dec . 1 1 , 1947, showed w a t e r f rom t h i s 
wel l to have a h a r d n e s s of 25.8 g r . pe r ga l . , a 
r e s i d u e of 493 p p m . , and an i r o n content of 1.2 
ppm. 
In 1923 or 1924 a new wel l was d r i l l ed about 
50 ft. nor th of the old w e l l . T h i s wel l is 10 in . in 
d i a m e t e r and 150 ft. d eep . I t is equipped as fo l -
lows: 83 ft. of 8- in . column p ipe ; 7 1/2-in. by 
24 - in . doub le -ac t ing A m e r i c a n Well Works c y l -
inder pump having an o v e r a l l length of 5 ft. 8 in . ; 
11 ft. 5 in . of 6- in . suct ion p ipe ; 20 -hp . F a i r -
b a n k s - M o r s e gaso l ine engine ope ra t ing a t 300 
r p m . 
In A p r . 1938, the non-pumping w a t e r l eve l 
was r e p o r t e d to be 31 ft. below the ground s u r f a c e . 
This we l l i s ma in ta ined for e m e r g e n c y u s e . 
Ana lys i s of a s amp le (Lab . No. 83973) c o l -
lec ted July 26, 1938, showed w a t e r f rom Well No. 
2 to have a h a r d n e s s of 27.9 g r . pe r ga l . , a r e s i -
due of 514 p p m . , and an i r o n content of 1.1 p p m . 
P . E . M i l l i s , Byron , worked on both we l l s d u -
r ing the win te r of 1937-1938. 
In Dec . 1947, pumpage was e s t i m a t e d a t 30,000 
gpd. 
LABORATORY NO. 112,905 
I l l inois State Wate r Survey - Bul le t in No. 40 
The publ ic wa te r supply for the ci ty of F r e e -
p o r t (22,366) was i n s t a l l ed by the F r e e p o r t Water 
C o . in 1882. The ci ty p u r c h a s e d the s y s t e m in 
1937. 
Water was f i r s t obta ined f rom a spr ing f low-
ing f rom a bluff n e a r the r i v e r on the nor th edge 
of town. When t h i s supply b e c a m e inadequa te , 
w a t e r was pumped d i r e c t l y f rom the P e c a t o n i c a 
R i v e r for s o m e y e a r s . 
Since about 1890, n e a r l y a l l the supply h a s 
c o m e f r o m w e l l s . Between 1890 and 1915, twen ty -
five we l l s w e r e d r i l l e d in a l ine no r th of the f i l -
t e r h o u s e , and extending w e s t w a r d a d i s tance of 
about 300 ft. The f i l t e r house and pumping s t a -
t ion a r e loca ted no r th of the I l l ino i s C e n t r a l R. R. 
and n e a r the end of B r i c k St. (or a p p r o x i m a t e l y 
950 ft. N. and 1300 ft. E. of the S. W. c o r n e r of 
Sect ion 30 , T. 27 N. , R. 8 E . ) . The su r face e l e -
va t ion is 760± ft. T h e s e we l l s r anged in depth 
f r o m 35 to 45 ft. and f r o m 2 1/2 to 8 in . in d i -
a m e t e r . They w e r e a l l connec ted to a 16- in . pipe 
leading to the p u m p . 
These we l l s p e n e t r a t e d f rom 30 to 40 ft. of 
dr i f t and f r o m 5 to 1.0 ft. of l i m e s t o n e below which 
the d r i l l s d ropped about 2 ft. and e n t e r e d a l aye r 
of c o a r s e , w a t e r - b e a r i n g sand and g r a v e l . The 
we l l s p e n e t r a t e d only to the b a s e of the l imes tone 
and took the w a t e r f r o m the n a t u r a l r e s e r v o i r b e -
tween the s tone and the dr i f t . 
In 1912 w a t e r w a s pumped f r o m the w e l l s to 
the pur i f ica t ion p lant by 2 duplex , t a n d e m c o m -
pound s t e a m p u m p s . One w a s a Snow pump, r a t e d 
a t 1300 gpm. ins t a l l ed in 1903. The o the r w a s an 
E p p i n g - C a r p e n t e r p u m p , r a t e d a t 2100 g p m . i n -
s ta l l ed in 1912. 
T h e r e i s no ava i lab le in fo rma t ion on the y ie ld 
of t h e s e we l l s except tha t in 1915 t h e r e was suf-
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f ic ient capac i ty to supply a m a x i m u m demand of 
over 2 m g d . 
Ana lys i s of a s amp le ( L a b . No. 53373) c o l -
l ec t ed M a r . 16, 1925, showed w a t e r f r o m the 
shal low we l l s to have a h a r d n e s s of 17.8 g r . pe r 
ga l . , a r e s i d u e of 380 p p m . , and an i r o n content 
of 0.8 p p m . 
All 25 of the shal low wel l s had b e e n abandoned 
and plugged by 1931. The c a s i n g s had been pu l led . 
A wel l , known as Well No. 1, w a s d r i l l e d in 
1900 and was located about 50 ft. nor th of the 
p lan t . The wel l was 265 ft. deep and w a s 8 in . in 
d i a m e t e r at the top and 6 in . at the bo t tom. I t 
was c a s e d to a depth of 150 ft. into h a r d l i m e -
s tone . Sandstone was e n c o u n t e r e d f r o m 165 to 
265 ft. 
In 1920 the wel l was equipped with an a i r lift 
having 140 ft. of a i r p ipe . By 1931, th i s wel l was 
out of s e r v i c e and was l a t e r plugged and abandoned. 
Ana lys i s of a s amp le co l l ec ted July 19, 1909, 
showed w a t e r f r o m th i s we l l to have a h a r d n e s s 
of 20.2 g r . pe r ga l . , a r e s i d u e of 356 p p m . , and 
an i r o n content of 0.3 p p m . 
Well No. 2 was d r i l l ed in 1914 by P . E . M i l l i s , 
B y r o n and located at the w e s t end of the l ine of 
shal low w e l l s , 450 ft. w e s t of Well No. 4 , (or a p -
p r o x i m a t e l y 1000 ft. N. and 600 ft. E.-of the S. W. 
c o r n e r of Sect ion 30). The wel l is 303 ft. deep 
and 16 in . in d i a m e t e r . The e l eva t ion of the top 
of the wel l is 765± ft. 
The pump a s s e m b l y now c o n s i s t s of 60 ft. of 
10- in . co lumn p ipe ; 16- in . , 2 - s t a g e S ter l ing t u r -
bine pump No. S -573 , having an o v e r a l l length of 
3.41 ft.; 21 ft. of 10- in . suc t ion-pipe; 3 0 - h p . G e n -
e r a l E l e c t r i c m o t o r , full load speed , 1150 r p m . 
LABORATORY NO. 112,588 
2 - Freeport 
In Apr. 1947 when pumping at a rate of about 
1130 gpm. the drawdown was 18 ft. from a non-
pumping water level of 25 ft. below the top of the 
well. 
Analysis of a sample (Lab. No. 112,588) col-
lected Nov. 14, 1947 after 1-hr. pumping at 1130 
gpm., showed the water to have a hardness of 
28.5 gr. per gal. , a residue of 556 ppm., and an 
iron content of 0.6 ppm. Previous analyses of 
samples from this well showed the hardness to 
have increased from 370 ppm. in 1920 to 472 
ppm. in 1945 indicating a decreasing proportion 
of the water to be of St. Peter sandstone origin. 
Well No. 3 was drilled in 1921 by P. E. Millis 
and located 40 ft. east of the pump house (or ap-
proximately 1000 ft. N. and 1370 ft. E. of the S. W. 
corner of Section 30). Well No. 3 is 370 ft. east 
of Well No. 4 and was originally 503 ft. deep b e -
low an elevation of 764± ft. Later the well was 
" s h o t " to increase the yield, but is still about 
500 ft. deep. 
Sample-study log of Well No. 3 furnished by the 
State Geological Survey: 
The original hole and casing record was as 
shown in Table 1. 
TABLE 1 
Hole Record 
16-in. hole from surface to 400 ft. 
8-in. hole from 400 to 503 ft. 
Casing Record 
16-in. pipe from surface to 60 ft. 
10-in. pipe from surface to the sand. 
The well is to be bridged, cleaned, and recased 
as soon as work is completed on Well No. 4. 
Pump equipment consists of 60 ft. of 12-in. 
column pipe; Aurora single-stage turbine rated at 
2000 gpm. at 1750 rpm.; 15 ft. of 12-in. suction 
pipe; overall length of pump is 3.2 ft.; powered by 
60-hp. General Electric motor. No air line. 
In 1921 when pumping at a rate of 1500 gpm. 
the drawdown was 92 ft. from a non-pumping wa-
ter level of 20 ft. In 1947, when pumping at 2000 
gpm., the drawdown was 15 ft. from a non-pump-
ing water level of 25 ft. 
Analysis of a sample (Lab. No. 89227) col-
lected Nov. 6, 1940, showed this water to have a 
hardness of 23.5 gr. per gal., a residue of 432 
ppm., and an iron content of 1.2 ppm. 
Well No. 4 was drilledby the Ohio Well Drilling 
Co. in 1928 and located near the pumping station 
(or approximately 1000 ft. N. and 1050 ft. E. of 
the S.W. corner of Section 30). The well was 100 
ft. deep but is now being drilled deeper and r e -
cased by the J. P. Miller Artesian Well Co. 
In Nov. 1947 the well had been deepened to 
LABORATORY NO. 112,962 
446 ft. and c a s e d with 2 4 - i n . pipe to sands tone 
with 160 ft. of 16- in . cas ing in s ide the 24- in . 
c a s i n g . The annular space be tween the cas ing 
and the 24- in . hole was filled with c e m e n t . 
A new pump is to be i n s t a l l ed . 
A n a l y s i s of a s a m p l e (Lab . No. 112,962) c o l -
lec ted Nov. 13, 1947, showed th i s w a t e r to have a 
h a r d n e s s of 17.7 g r . pe r g a l . , a r e s i d u e of 310 
p p m . , and an i r o n content of 0.6 p p m . The depth 
of the we l l , a t th i s t i m e w a s 446 ft. Th i s w a t e r 
a p p e a r s to be typ ica l of w a t e r f r o m the St. P e t e r 
F r e e p o r t - 3 
sands tone and s i m i l a r to tha t obta ined f r o m the 
we l l s when th i s sands tone w a s f i r s t p e n e t r a t e d . 
All w a t e r i s ch lo r ina ted and t r e a t e d for i r o n 
r e m o v a l . 
Ana lys i s of a s a m p l e (Lab . No. 112,580) c o l -
lec ted Nov. 14, 1947 showed the t r e a t e d wa te r to 
have a h a r d n e s s of 23.3 g r . p e r g a l . , a to ta l m i n -
e r a l content of 400 p p m . , and no i r o n conten t . 
P u m p a g e for 1947 a v e r a g e d 2.0 mgd . 
I l l inois Sta te Wate r Survey - Bul le t in No . 40 
A publ ic w a t e r supply was i n s t a l l ed by the c i ty 
of Fu l ton (2585) about 1887, and the w a t e r w o r k s 
s y s t e m i s owned and o p e r a t e d by the c i ty . 
Water w a s f i r s t obtained f r o m a wel l located 
a few feet f r o m the pumping s ta t ion at the sou th -
e a s t c o r n e r of 4th St . and 13th Ave . I t w a s d r i l l e d 
in 1890 by J . P . Mi l l e r A r t e s i a n Well C o . , B r o o k -
field, to a depth of 1246 ft. be low a ground su r f ace 
e leva t ion of 595± ft. The wel l was c a s e d with 6-
in . pipe to a depth of 160 ft. below which the d i -
a m e t e r of the hole w a s 5 in . 
L e v e r e t t , i n h i s " I l l i n o i s G l a c i a l L o b e " p u b -
l i shed in 1899, s ta ted : "A flow of su lphurous w a -
t e r was s t r u c k a t about 475 ft. Another flow was 
obtained f r o m the P o t s d a m at 940 to 1050 ft. The 
head is sufficient to c a r r y the w a t e r 60 ft. above 
the s u r f a c e . The e s t i m a t e d capac i ty i s 300 g p m . " 
L a t e r , the f r ee flow d e c r e a s e d , and in 1913 w a t e r 
w a s obta ined by pumping . The product ion w a s 
about 100 g p m . 
The wel l was subsequen t ly abandoned, and in 
1938 was r e p o r t e d to have b e e n filled in . 
Well No. 2 was d r i l l ed in 1908 by M r . Shaw, 
Sioux Ci ty , Iowa, and loca ted about 300 ft. w e s t 
of the pumping s ta t ion (or app rox ima te ly 2360 ft. 
N. and 4330 ft. W. of the S. E. c o r n e r of Sect ion 28 , 
T. 22 N. , R. 3 E . ) . I t was 1260 ft. deep and c a s e d 
with 8- in . p ipe to a depth of 337 ft. The e leva t ion 
of the top of the wel l is 600 t ft. 
The pumping equ ipment was r e p l a c e d in 1939 
by 80 ft. of 4 - i n . co lumn p ipe ; 8- in . , 2 - s t a g e 
A m e r i c a n Well Works t u rb ine pump , No. 62841, 
Size 8 MC, r a t e d at 350 gpm. aga in s t 60 ft. of 
head at 1750 r p m . ; 20 ft. of 4 - i n . suct ion p ipe ; 80 
ft. of a i r l ine ; 7 1/2-hp. e l e c t r i c m o t o r . 
In 1908, the f ree flow w a s 270 gpm. ; in 1912 
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was 80 g p m . , and in 1919 was 44 g p m . The f ree 
flow s topped about 1923. In 1919 the pump d i s -
c h a r g e w a s 1090 g p m . a t 74 p s i . p r e s s u r e and in 
1938 the product ion w a s about 750 gpm. In Oc t . , 
1947, the non-pumping w a t e r l eve l was 30 ft. b e -
low the top of the we l l , and when pumping at 350 
gpm. , the drawdown was 35 ft. 
Ana lys i s of a s a m p l e (Lab . No. 112,156) c o l -
lec ted Oc t . 8, 1947 af ter pumping 1 h r . at 200 
gpm. showed t h i s w a t e r to have a h a r d n e s s of 
16.2 g r . p e r ga l . , a r e s i d u e of 308 ppm. , and an 
i r o n content of 0.1 p p m . 
Well No. 3 is loca ted in the new pump house 
(or a p p r o x i m a t e l y 2280 ft. N. and 3980 ft. W. of 
the S . E . c o r n e r of Sect ion 28) . The w e l l was c o m -
ple ted by J o s . E g e r e r , Mi lwaukee , Wis . , i n May 
1931 to a depth of 1943 ft. be low a ground e l e v a -
t ion of 600± ft. 
The hole and cas ing r e c o r d i s as shown in 
Tab le 1. 
TABLE 1 
Hole R e c o r d 
15- in . f r o m 191 ft. 9 i n . to 345 ft. 
12- in . f r o m 345 to 760 ft. 
10- in . f r o m 760 to 1943 ft. 
Cas ing R e c o r d 
16- in . cas ing f r o m 0 to 191 ft. 9 in . 
12 1 / 2 - i n . cas ing f rom 191 ft. 
9 in . to 357 ft. 5 in . 
10- in . wi . l i ne r f r o m 654 1/2 to 
760 ft. 
The o r i g i n a l a i r lift pumping equipment w a s 
r e p l a c e d in 1939 by: 90 ft. of 6 - in . co lumn p ipe ; 
LABORATORY NO. 112,156 
2 - Fu l ton 
S a m p l e - s t u d y log of Well No. 3 furnished by the State Geolog ica l Survey: 
10- in . , 2 - s t a g e A m e r i c a n Well Works tu rb ine 
p u m p , No. 62842, Size 10 MC, r a t e d at 500 gpm. 
at 60 ft. head at 1755 r p m . ; 90 ft. of a i r l ine; 20 
ft. of 6-in, suct ion pipe; 10-hp . G e n e r a l E l e c t r i c 
m o t o r . Turb ine i s equipped with Johnson r i g h t -
angle d r ive connected to a gaso l ine engine for 
e m e r g e n c y u s e . 
When the wel l was comple t ed , the head was 
15 ft. above the s u r f a c e , and the f ree flow at the 
su r face was e s t i m a t e d to be 200 g p m . In 1938, 
the p roduc t ion r a t e f rom th i s we l l was about 600 
gpm. , and the combined product ion r a t e f r o m 
Wells No. 2 and 3 was 1300 to 1400 g p m . In Oct . , 
1947 the non-pumping w a t e r l eve l was 45 ft. b e -
low the pump b a s e and when pumping at about 
500 gpm. the drawdown was 30 ft. 
Ana lys i s of a s a m p l e (Lab . No. 83702) c o l -
lec ted June 7, 1938, showed the w a t e r f r o m th i s 
wel l to have a h a r d n e s s of 16.3 g r . pe r ga l . , a 
r e s i d u e of 333 p p m . , and an i r o n content of 0.44 
p p m . 
The w a t e r i s not t r e a t e d . 
A v e r a g e pumpage for the y e a r 1946 was 92,250 
gpd. Average pumpage for Aug. , 1947 was 122,544 
gpd. 
Illinois State Water Survey - Bulletin No. 40 
The Galena Water Works was originally in-
stalled in 1886 by a private company and operated 
under a franchise until 1918 when purchased by 
the city of Galena (4126). 
The initial supply was obtained from a well 
drilled in 1886 located at the northeast corner of 
Park Ave. and Bouthillier St. Since then, the 
city has drilled 2 more wells at this location and 
a fourth well in Grant Park about 410 ft. north-
east of the original well. These wells have all 
been flowing wells and range in depth from 1513 
to 1575 ft. 
. Water is pumped by 2 Pomona turbine pumps 
installed in Aug. 1942 which are powered by 30-
hp. Westinghouse electric motors . No. S. B. 319 
is a 10-in., 6-stage turbine pump rated at a ca-
pacity of 485 gpm. against 221 ft. of head, hav-
ing an overall length of 4 ft. 3 in., and is a t -
tached to 10 3/4 in. of 7-in. od. column pipe. No. 
S. B. 320 is a 10-in., 8-stage turbine pump rated 
at a capacity of 350 gpm. against 221 ft. of head, 
having an overall length of 7 1/2 ft., and is a t -
tached to 1 ft. 3 in. of 6-in. column pipe. These 
turbines are mounted on concrete foundations 
about 3 ft. above ground level and are set in 10-
in. stand-pipes having connections to a 10-in. 
suction line from the aerator pit. All wells also 
have pipe connections to the turbine suction line 
and may be pumped independently of the aerator 
free flow pits. The waste outlet from the aerator 
is 2 ft. above the pump bases . On Dec. 2, 1946 
these turbines were operated at a combined d is -
charge rate of 628 gpm. against a p ressure of 92 
lb. 
Well No. 1 was drilled in 1886 at the pumping 
station site at the northeast corner of Park Ave. 
and Bouthillier St. (or approximately 1380 ft. S. 
and 165 ft'. E. of the N. W. corner of fractional 
Section 20, T. 28 N., R. 1 E.). 
The well was drilled to a depth of 1530 ft. be -
low a ground surface elevation of 620± ft., and was 
cased to rock at 60 ft. with 12-in. pipe. An arte-
sian flow of 480 gpm. was reported when the well 
was dril led, and about 1896 a valve placed on the 
discharge pipe forced the water through a vertical 
pipe about 32 ft. above the ground surface. The 
water company records gave the flow as 450 gpm. 
in 1916, and in 1918 it was 250 gpm. The casing 
had deteriorated, and water was escaping through 
and around the casing into other outlets. In July 
1922 new casing was placed by C. W. Varner, 
Dubuque, Iowa, to a depth of 260 ft. with 6-in. 
pipe, coated on both sides with asphalt and with a 
rubber packer at the bottom of the casing. Be-
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cause of the roughness of the hole, the 6-in. casing 
could not be set deeper. A 5-in. casing was set 
between depths of 260 and 475 ft. to prevent cav-
ing, and the hole was cleaned to a depth of 1547 
ft. In 1933 the casing was pulled, treated again, 
and re-instal led. At that time very little co r ro -
sion was noticed. 
In Mar. 1937 the artesian flow was reported 
to be 275 gpm., and in Aug. 1938 it was 175 gpm. 
A check of the flow from the well through the 
aerator made after Well No. 3 was completed in 
1939 showed a rate of 39 gpm. The well has been 
abandoned and is plugged with concrete at a depth 
of 700 ft. and filled to the surface. 
Analysis of a sample (Lab. No. 79690) col-
lected Mar. 12, 1937, showed the water from Well 
No. 1 to have a hardness of 14.0 gr. per gal., a 
residue of 244 ppm., and an iron content of 0.4 
ppm. 
Well No. 2 was drilled by W. L. Thorne, Des 
Plaines, in 1923 on the pumping station site about 
85 ft. westerly from Well No. 1 at a ground e le -
vation of 607± ft. The well was drilled to a depth 
of 1513 ft. and cased to 65 ft. with 16-in. pipe, 
with 10-in. pipe from the surface to 150 ft., and 
finished as an 8-in. hole. The annular space out-
side the 10-in. casing was cement grouted from 
the surface to 150 ft. In 1933 a new 8-in. casing 
was set within the old casings from the surface 
to 448 ft., and the annular space outside the 8-in. 
casing was filled with cement. 
The well began to flow at a rate of 2 gpm. at 
a depth of 400 ft. after penetrating the St. Peter 
sandstone. The day after a depth of 720 ft. was 
reached, the flow measured 175 gpm. When a 
depth of 1370 ft. was reached, the flow was 475 
gpm. There was no appreciable increase in flow 
below a depth of 1370 ft. and none below a depth 
of 1445 ft. where the flow was 560 gpm. The 
various ra tes of flow reported during its con-
struction may have been influenced by the flow in 
Well No. 1 located about 80 ft. east , water flowing 
part way up in the older well from near its bot-
tom and then through the porous strata into the 
new well. 
In Mar. 193 7 the artesian flow was 635 gpm., 
and in Aug. 1938 it was 500 gpm. An artesian 
flowof 334 gpm. through the aerator was reported 
in a check made after Well No. 3 was completed in 
1938. During 1946 the free flow to the aerator was 
estimated not to exceed 100 gpm. The well is still 
in service. 
2 - Ga lena 
Well No. 3 was comple ted in 1938 by V a r n e r 
Well Dr i l l ing Co . , Dubuque, Iowa, to a depth of 
1575 ft. and loca ted about 20 ft. n o r t h e a s t e r l y 
f rom Wel l No. 1 (or app rox ima te ly 1380 ft. S. and 
185 ft. E. of the N. W. c o r n e r of f r ac t iona l S e c -
t ion 20). The g r o u n d sur face e l eva t ion is 610± ft. 
The hole d i a m e t e r and ca s ing r e c o r d i s shown 
in Table 1. 
TABLE 1 
Hole R e c o r d 
25- in . f r o m 60 to 475 ft. 
23- in . f r o m 475 to 508 ft. 
19- in . f rom 508 to 520 ft. 
12- in . f rom 520 to 1575 ft. 
Casing R e c o r d 
26- in . w r o u g h t - i r o n d r i v e pipe f r o m 0 to 60 ft. 
20- in . l i ne r f r o m 414 to 508 ft. 
12- in . ca s ing f rom +1 to 520 ft. 
The annular space outs ide the 12- in . ca s ing 
was c e m e n t g rou ted to 520 ft. 
Ana lys i s of a s amp le ( L a b . No. 108,526) c o l -
lec ted Dec . 3, 1946 f r o m a tap at the top of the 
t ee over the we l l , showed the w a t e r f r o m Well 
No. 3 to have a h a r d n e s s of 14.7 g r . p e r ga l . , a 
r e s i d u e of 265 p p m . , and an i r o n content of 0.2 
p p m . 
Wel l No. 4 was d r i l l ed to a depth of 1516 ft. 
by V a r n e r Well Dr i l l ing Co . Inc . , in Dec . 1942. It, 
is located about 20 ft. south of Van B u r e n St. and 
71 ft. w e s t of the c e n t e r of P a r k Ave . (or a p -
p r o x i m a t e l y 1050 ft. S. and 135 ft. E. of the N. W. 
c o r n e r of Sect ion 20). The e l eva t ion of the ground 
su r f ace i s 6 l 0 t ft. 
The hole and cas ing d i a m e t e r r e c o r d i s shown 
in Table 2. 
T A B L E 2 
Hole R e c o r d 
33 - in . f r o m 102 to 526 ft. 
25 - in . f rom 526 to 596 ft. 
2 0 - i n . f r o m 596 to 1516 ft. 
Casing R e c o r d 
4 2 - i n . w i . d r ive pipe f r o m su r face to 102 ft. 
30 - in . l i ne r f r o m 367 to 477 ft. 
26 - in . l iner f r o m 477 to 526 ft. 
20 - in . ca s ing f r o m sur face to 596 ft. 
The annu la r space outs ide the 20 - in . ca s ing 
was c e m e n t g routed . 
The d r i l l e r ' s r e c o r d r e p o r t s a flow over the 
top of the wel l on June 1, 1942 when pene t r a t i ng 
the sands tone be tween dep ths of 742 and 762 ft. , 
which i n c r e a s e d when a depth of 1469 ft. was 
r e a c h e d . At the l a t t e r depth , the w a t e r flowed 
out of a pipe 3 ft. 2 in . above the ground s u r f a c e . 
The r e c o r d s do not ind ica te the r a t e of t h i s f ree 
flow f r o m the wel l , but i t i s r e p o r t e d tha t a check 
w a s m a d e on Dec . 24 , 1942 of the to ta l flow of a l l 
we l l s (No. 2 , 3 , and 4) into the a e r a t o r p i t s . At 
tha t t i m e both pumps w e r e ad jus ted to pump a l l of 
the wate r excep t a l i t t le which flowed to w a s t e . 
The pump d i s c h a r g e m e t e r ind ica ted a pumping 
r a t e of 680 g p m . , and the w a s t e w a s e s t i m a t e d to 
be about 15 g p m . 
Ana lys i s of a s a m p l e (Lab . No. 108,527) c o l -
lec ted D e c . 3 , 1946 f r o m a t a p on the 10- in . pipe 
about 430 ft. f rom the w e l l , showed th is w a t e r to 
have a h a r d n e s s of 16.1 g r . pe r g a l . , a r e s i d u e 
of 269 p p m . , and an i r o n content of 0.5 p p m . 
LABORATORY NO. 108,526 
Galena - 3 
S a m p l e - s t u d y log of Well No. 4 furnished by the State Geolog ica l Survey: 
A 3 - t r a y a luminum a e r a t o r bui l t in 1938 w a s 
used unt i l Apr . 1, 1946. The w a t e r now flows 
f r o m the we l l s to a r i s e r pipe about 13 ft. above 
the b o t t o m of the a e r a t o r pit into a baffled c h a m b e r 
f r o m which i t p a s s e s th rough 3 o the r baffled 
c h a m b e r s to w a s t e when not pumping . I t i s e s t i -
m a t e d tha t about 15 gpm. wi l l flow to w a s t e when 
the pumps a r e o p e r a t i n g . 
Table 3 is a r e c o r d of m e t e r e d p u m p a g e . 
LABORATORY NO. 108,527 
4 - Ga l ena 
TABLE 3 
I l l inois State Water Survey - Bul le t in No. 40 
A publ ic wa te r supply was ins t a l l ed by the c i ty 
of G a l e s b u r g (28,876) in 1890. 
W a t e r was obtained by suct ion lift f r o m we l l s 
70 to 80 ft. d e e p , and located along the bank of 
C e d a r C r e e k n e a r the old w a t e r w o r k s bui ld ing . 
Addit ional we l l s w e r e d r i l l e d as needed unt i l the 
to t a l n u m b e r e d about 80 but cont inued sand t roub le 
caused the u l t ima te abandonment of t h e s e w e l l s . 
In 1896, two we l l s w e r e d r i l l ed in the s a m e 
loca t ion to dep ths of about 1226 ft. , and wa te r 
was pumped by a i r lift. In 1911 the w a t e r l eve l 
in these w e l l s , when t h e r e was no pumping , was 
r e p o r t e d to be 100 ft. be low the su r face e leva t ion 
of 655± ft. At the s a m e t i m e t h e r e w e r e five 8- in . 
we l l s and one 10- in . wel l in s e r v i c e . All of the 
we l l s w e r e about 70 ft. d e e p . The wate r l eve l in 
t h e s e w e l l s , with no pumping , was about 45 or 50 
ft. below the s u r f a c e . 
In 1921 the drif t we l l s had not been used for 
y e a r s , and the sands tone we l l s w e r e not be ing 
used" b e c a u s e t h e i r ope ra t ion would not be e c o -
n o m i c a l . 
In 1917 the w a t e r supply b e c a m e insuff ic ient , 
b rought about l a r g e l y by the de lay in comple t ing 
the H e n d e r s o n St. No. 1 Well which had been 
s t a r t e d in 1915. The C e n t r a l F i r e Stat ion Wel l , 
or B r a d l e y No. 1 Wel l , w a s d r i l l ed and c o m -
pleted D e c . 1917 to a depth of 1252 ft. by Thorpe 
Well Dr i l l ing C o . , Des Moines , Iowa. The well 
is loca ted at the f i re s t a t ion on the e a s t s ide of 
C h e r r y St. , south of S immons St. (or a p p r o x i -
m a t e l y 500 ft. S. and 1280 ft. W. of the N. E. c o r -
n e r of Sect ion 15, T. 11 N . , R. 1 E . ) . 
The wel l was r e p o r t e d to be c a s e d as given in 
Tab le 1. 
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2 4 - i n . heavy s t ee l pipe f r o m the sur face to 40 ft. 
20 - in . heavy s t e e l pipe f r o m 40 to 146 ft. 
16- in . heavy s t ee l pipe f rom 146 to 276 ft. 
12- in . heavy s t ee l pipe f r o m 276 to 626 ft. 
10- in . wrought i r o n pipe f r o m 626 to 1087 ft. 
The 12- in . ca s ing w a s sea led to the r o c k and 
the 10- in . c a s ing was s e a l e d to the 12-in. and 
w a s r e p o r t e d to extend to within t h r e e feet of 
s ands tone . Below the 10- in . c a s i n g , the hole was 
10 in . in d i a m e t e r to the b o t t o m of the we l l . The 
e leva t ion of the top of the cas ing is 772.78 ft. 
The we l l w a s " s h o t " with two 2 0 0 - l b . c h a r g e s 
of 100% ge la t in cover ing the e n t i r e s a n d - r o c k 
s t r a t u m , and the wel l was carefu l ly c leaned out 
af ter the " s h o o t i n g . " 
The wel l i s equipped with an a i r lift pump 
with a 2 1/2-in. a i r pipe extending to 566 ft. b e -
low the top of the we l l . The d i s c h a r g e is seven 
feet above the ground. 
In 1918 when a p roduc t ion t e s t was m a d e by 
the d r i l l e r , the non-pumping w a t e r l eve l w a s 186 
ft. below ground leve l ; and, while pumping at 450 
gpm. , the d rawdown was 118 ft. 
On F e b . 11 , 1944, the p roduc t ion of the wel l 
was m e a s u r e d on the we i r a t 220-225 g p m . 
The wel l i s in s e r v i c e , but s ince 1921 i t h a s 
been used p r inc ipa l ly when s o m e of the o t h e r 
w e l l s a r e shut down for r e p a i r s o r when the d e -
mand e x c e e d s the p roduc t ion f r o m the o the r we l l . 
In the sp r ing of 1944, t h i s we l l was o p e r a t e d c o n -
t inuously for s e v e r a l mon ths when the wa te r s u p -
ply s i tua t ion b e c a m e c r i t i c a l . The B r o o k s St. 
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Well was be ing overhau led ; the Hende r son St . No. 
2 wel l was be ing r e p a i r e d ; and the F l o r e n c e Ave. 
we l l was unde r c o n s t r u c t i o n . 
A n a l y s i s of a s amp le ( L a b . No. 99153) c o l -
l ec t ed F e b . 11 , 1944 af ter one-ha l f hour pumping 
a t 225 gpm. , showed the w a t e r f rom the C e n t r a l 
F i r e Sta t ion Well to have a h a r d n e s s of 29.2 g r . 
p e r ga l . , a r e s i d u e of 1885, and an i r o n content of 
0.6 p p m . 
Th i s w a t e r i s ch lo r ina t ed a t the wel l and 
pumped d i r ec t l y into the d i s t r i bu t ion s y s t e m . 
The B r o o k s St . Well (or B r a d l e y No. 2) was 
comple t ed about Sept . 1919 by Thorpe Well 
Dr i l l ing Co . to a depth of 1245 ft. and deepened 
to 2450 ft. by Thorpe in 1944. The wel l is l o -
ca ted a t the F i r e Stat ion No. 2 on E a s t B rooks St . 
at Church i l l St. (or a p p r o x i m a t e l y 2325 ft. S. and 
900 ft. E. of the N. W. c o r n e r of Sect ion 14). 
When the o r ig ina l we l l w a s comple ted , i t was 
equipped with an a i r lift pump with 600 ft. of t h r e e -
inch a i r p i p e . In F e b . 1944 i t w a s r e p o r t e d tha t 
t h e r e was a l s o a 1 1/2-in. a i r pipe en te r ing the 
educ to r pipe ove r 100 ft. be low w h e r e the t h r e e -
inch a i r p ipe e n t e r e d . The r e c o r d i s not c l e a r 
w h e t h e r both a i r p ipes w e r e included in the o r i -
ginal i n s t a l l a t i on . The p u r p o s e of the dual a i r 
p i p e s w a s intended to p e r m i t the s t a r t i ng of the 
p u m p with the h ighe r leve l a i r p ipe , and then c o n -
t inue with the lower leve l a i r p ipe , making l o s -
s ib le a lower o p e r a t i n g a i r p r e s s u r e . 
On M a r . 8 , 1919 a p roduc t ion t e s t was m a d e by 
the d r i l l e r . Before t h e t e s t s t a r t e d , the w a t e r l e -
ve l was 190 ft. be low a ground su r f ace e leva t ion 
782.7f t . ; and when pumping a t 650 gpm. , the d r a w -
down w a s 157 ft. 
In 1921 b e c a u s e of d i s c h a r g i n g much sand , the 
pump was o p e r a t e d for sho r t p e r i o d s only, a t 10 
to 15-day i n t e r v a l s . On May 5 , 1921 the d i s c h a r g e 
f r o m the pump w a s 820 g p m . 
In Aug. 1932 th i s wel l was be ing u s e d , with the 
H e n d e r s o n St. Well No. 1 , to supply the e n t i r e 
c i ty d e m a n d , while the H e n d e r s o n St . Well No. 2 
w a s shut down for r e p a i r s . A t t h a t t i m e the B r o o k s 
St . wel l w a s p roduc ing an e s t i m a t e d 700 gpm. but 
s t i l l d i s c h a r g i n g c o n s i d e r a b l e sand . 
In Nov. 1943 the 1 1 / 2 - i n . a i r pipe b r o k e c a u s -
ing a i r and w a t e r to r i s e ou ts ide the educ to r p ipe 
and flood the s t a t ion . Thorpe C o . w a s c o n s t r u c t -
ing the F l o r e n c e Ave . we l l and w a s ca l led in to 
r e p a i r the B r o o k s St . w e l l . After r e m o v i n g the 
a i r lift equ ipment , i t was o b s e r v e d tha t , a t a 
depth of 60 ft. , c o n s i d e r a b l e w a t e r was e n t e r i n g 
the wel l th rough h o l e s in the c a s i n g . The ho l e s 
m a y have been m a d e when the wel l was c o n -
s t r u c t e d in o r d e r to t ake advantage of the w a t e r 
found at tha t depth . 
After the pump had b e e n r e m o v e d and be fo re 
any r e p a i r work was u n d e r t a k e n , the wa te r l eve l 
w a s r e p o r t e d to be 253 ft. be low the top of the 
16-in. c a s i n g . 
Or ig ina l ly the wel l was c a s e d with 16- in . od. 
pipe f rom the su r f ace to 360 ft. and with 15- in . od. 
pipe f r o m 360 to 610 ft. Below the cas ing the hole 
w a s 14 in . in d i a m e t e r . In the r e p a i r work of 1944 
new cas ing w a s se t a s fol lows: 12- in . w r o u g h t -
i r o n pipe f r o m the su r face to 319 ft. 8 in . ; 10- in . 
w r o u g h t - i r o n pipe f r o m 319 ft. 8 in . to 569 ft. 3 
in . and connected to the 12- in . with a swedge 
n ipp le . 
An 8- in . d r ive pipe was se t f r o m the su r face 
to 1259 1/2 ft. dur ing the deepening work af ter 
which the top 522 ft. w a s r ipped out , cut off, and 
r e m o v e d . F r o m 1259 1 /2 to 2450 ft. the hole i s 
8 in . in d i a m e t e r . C e m e n t g rou t was p laced in 
the annular space be tween the 12- in . and the old 
16- in . c a s i n g . No g rou t w a s p l aced outs ide the 
8- in . c a s i n g . 
When the 12 and 10- in . ca s ing had been s e t , 
and before the deepening work was s t a r t e d , the 
inflow at the 60-f t . level was comple t e ly shut off. 
Two produc t ion t e s t s , one of 4 8 - h r . a n d one of 1 8 -
h r . du ra t i on , w e r e made by the d r i l l e r . With a 
pump se t t ing of 400 ft . , the p roduc t ion was r e -
po r t ed to be 120 g p m . , indicat ing tha t the h igher 
p roduc t ion r a t e , obtained be fo re the shut -down for 
r e p a i r s , had come f r o m the upper f o r m a t i o n s . 
P r i o r to the r e p a i r s , so m u c h sand was pumped 
f r o m the wel l tha t i t w a s n e c e s s a r y to c o n s t r u c t 
a baffled se t t l ing b a s i n to e l i m i n a t e the sand b e -
fore i t could e n t e r the d i s t r i b u t i o n s y s t e m . 
Subsequent to the p roduc t ion t e s t s , the wel l 
w a s deepened to 2450 ft., and the 8- in . ca s ing 
w a s i n s t a l l e d . 
The pumping a s s e m b l y , in s t a l l ed July 14, 1944, 
c o n s i s t s of: 350 ft. of 6- in . co lumn pipe; 9 1/2-in. 
od . , 10-s tage A m e r i c a n Well Works t u rb ine pump, 
No. 69921, r a t e d at 545 g p m . aga ins t 350 ft. of 
head ; the o v e r a l l length of the p u m p is 7.54 ft.; 
350 ft. of 1 /4- in . ga lvanized a i r l ine ; 20 ft. of 6 - in . 
suc t ion p ipe; 100-hp. U. S . e l e c t r i c m o t o r , No . 
337616. 
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On July 14, 1944 a p roduc t ion t e s t was m a d e 
of the B r o o k s St . we l l by the State Water Survey . 
Before the t e s t s t a r t e d , the w a t e r l eve l was 258 
ft. be low the top of the 12- in . c a s ing , e l eva t ion 
782.75 ft. After 8 1/2-hr. pumping at 519 gpm. , 
the d rawdown was 19 ft. E q u i l i b r i u m had been 
m a i n t a i n e d throughout the l a s t seven h o u r s of the 
t e s t . The t e s t could not be cont inued for a longer 
t ime b e c a u s e of the c r i t i c a l sho r t age in the c i t y ' s 
w a t e r supply. 
Ana lys i s of a s a m p l e (Lab . No. 100,722) c o l -
lec ted July 14, 1944 after 8 - h r . pumping at 519 
gpm. , showed the w a t e r to have a h a r d n e s s of 
14.7 g r . p e r ga l . , a m i n e r a l content of 1170 p p m . , 
and an i r o n content of 1.6 p p m . , and a t e m p e r a t u r e 
o f 69 .5° F . The w a t e r a t t h i s t i m e w a s noted to 
be s i m i l a r to t ha t f rom the H e n d e r s o n St . w e l l s . 
A n a l y s i s of a sample (Lab . No. 105,249) c o l -
l ec t ed Jan . 9, 1946, showed th i s w a t e r to have a 
h a r d n e s s of 18.4 g r . pe r g a l . , a m i n e r a l content 
of 1387 p p m . , an i r o n content of 2.1 ppm. , and a 
t e m p e r a t u r e o f 67 .5° F . 
T h i s w a t e r i s ch lo r ina t ed a t the wel l and 
pumped d i r e c t l y into the d i s t r i bu t i o n s y s t e m . 
H e n d e r s o n St. Well No. 1 , s o m e t i m e s ca l led 
- Ge ige r Well , w a s s t a r t e d in D e c . 1915, but w a s 
not comple t ed unt i l July 1919. The wel l was c o n -
s t r u c t e d by S. B. Ge ige r C o . , Ch icago , to a depth 
of 2414 ft. and is loca ted about 200 ft. south of 
the w a t e r w o r k s pump s ta t ion , 550 ft. w e s t of 
Hende r son St . (or a p p r o x i m a t e l y 540 ft. S. and 
640 ft. W. of the N. E. c o r n e r of Sect ion 16). 
The o r ig ina l hole and ca s ing d i a m e t e r r e c o r d 
i s given in Tab le 2 . 
The e leva t ion of the top of the pump b a s e pla te 
is 755.6 ft. The top of the p la te is 4 in . above 
TABLE 2 
Hole R e c o r d 
15- in . f r o m 573 to 1225 ft. 
12- in . f r o m 1225 to 2101 ft . 
11- in . f r o m 2100 to 2176 ft. 
10- in . f r o m 2176 to 2414 ft. 
Cas ing R e c o r d 
26 - in . od. f r o m 0 to 125 ft. 
22 - in . od. f r o m 0 to 201 ft. 4 in . 
16- in . od. f r o m 201 ft. 4 in . to 1225 ft. 
floor l eve l . The pumping equ ipmen t c o n s i s t s of: 
283.17 ft. o f 8- in . co lumn pipe and d i s c h a r g e " T " ; 
12- in . , 14 - s t age A m e r i c a n Well W o r k s t u rb ine 
p u m p , No . 51235, r a t e d a t 1000 g p m . a g a i n s t 300 
ft. of head ; the o v e r a l l length of the pump is 13 
ft.; 283.2 ft. of a i r l ine ; 20 ft. of 6 - in . suc t ion 
pipe; 150-hp . , 1160 r p m . Wes t inghouse e l e c t r i c 
m o t o r , No . 4649281 . 
Non-pumping w a t e r l e v e l s have been r e p o r t e d 
in ft. be low the b a s e p la te a s fo l lows: 
In May 1944 the p roduc t ion f r o m th i s we l l 
w a s e s t i m a t e d t o be 300 gpm. by M r . G r a h a m , 
w a t e r supe r in t enden t . Although r e p a i r s w e r e 
n e c e s s a r y , i t was i m p o s s i b l e t o take t h i s we l l out 
of p roduc t ion , owing to the e x t r e m e l y c r i t i c a l 
sho r t age of the c i t y ' s w a t e r supply . The F l o r e n c e 
A v e . wel l was not c o m p l e t e d , the B r o o k s St. we l l 
w a s being r e p a i r e d and deepened , and the H e n d e r -
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son St. Well No. 2 pump was in need of an over-
hauling. 
In June 1945 when the Henderson St. Well No. 
1 pump was pulled for r epa i r s , it was found that 
the top 80 ft. of the column pipe and three-inch 
oil tube were badly blistered with red rust . There 
were small holes in the oil tube. 
Analysis of a sample (Lab. No. 105,243) col-
lected Jan. 9, 1946 showed the water from Hen-
derson St. Well No. 1 to have a hardness of 13.4 
gr. per gal . , a residue of 1026 ppm., and an iron 
content of 0.3 ppm. 
The water from this well is chlorinated at 
the Main Pumping station. 
The Henderson St. Well No. 2, sometimes 
called Thorpe Well No. 2, was constructed in 1928 
by Thorpe Well Drilling Co., and located on the 
west side of Henderson St., about 500 ft. east of 
the Water Works station (or approximately 390 ft. 
S. and 140 ft. W. of the N. E. corner of Section 
16). 
The well was drilled to a depth of 2408 ft. and 
cased with 22-in. od. pipe from the surface to 412 
ft. and with 14-in. pipe from 406 to 1479 ft. Be -
low the 14-in. casing, the hole is 12 in. in dia-
meter to the bottom of the well. 
The elevation of the top of the cast- i ron pump 
base plate is 756.3 ft. This is 4 in. above floor 
and ground levels. 
The pump assembly, installed June 6, 1944, 
consists of 299.17 ft. of 10-in. column pipe and 
" T " ; 20-in. od., 4-stage American Well Works 
turbine pump, No. 52059, rated at 1200 gpm. 
against 300 ft. of head; the overall length of the 
pump is 6.33 ft.; 305 1/4 ft. of air line; 20 ft. of 
10-in. suction pipe; 200-hp., 1176 rpm. Westing-
house electric motor, No. 154 C 3947. 
A ser ies of mechanical troubles beset the 
pumping equipment in this well for several years 
following the completion of the well. The well 
has been very productive and has been the pr inc i -
pal source of supply, frequently operated for ex-
tremely long periods, particularly during 1943-
TABLE 3 
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1944 when the F l o r e n c e Ave . we l l was being c o n -
s t r u c t e d and while the B r o o k s St . we l l was being 
r e p a i r e d and deepened . 
T h e w a t e r l eve l s in ft. below the b a s e p l a t e , 
pumping r a t e s , and drawdowns in H e n d e r s o n St. 
Well No. 2 have been r e p o r t e d as shown in Tab le 
3 . 
Ana lys i s of a s ample (Lab . No. 105,245) c o l -
l ec ted Jan . 9 , 1946, showed the w a t e r f rom H e n -
d e r s o n St . Well No. 2 to have a h a r d n e s s of 13.2 
g r . p e r ga l . , a r e s i d u e of 1086 p p m . , and an i r o n 
conten t of 0.1 p p m . 
The w a t e r f rom t h i s we l l i s ch lo r ina ted a t the 
Main Pumping s t a t ion . 
In May and June 1944, dur ing the c r i t i c a l w a -
t e r s h o r t a g e , the c i ty u s e d a wel l of the W e s t e r n 
I l l inois Ice C o . , loca ted on the south s ide of the 
Atkinson, Topeka & Santa Fe R. R. C o . r igh t -o f -
way and 500 ft. wes t of Main St . (or a p p r o x i m a t e l y 
300 ft. S. and 1125 ft. E. of the N. W. c o r n e r of 
Sect ion 15). 
The wel l i s 80 ft. deep ; 16-ft. d i a m e t e r ; c a s e d 
with c o n c r e t e pipe; and equipped with a P o m o n a 
tu rb ine pump , No. H 259 and a 6 0 - h p . , 1750 r p m . 
West inghouse e l e c t r i c m o t o r , No. 8017889. 
On June 7, 1944 the pump was producing 400 
to 425 g p m . wi th no d rawdown f r o m a n o n - p u m p -
ing wa te r l eve l of 15 ft. be low the pump b a s e . The 
city was being suppl ied with a p p r o x i m a t e l y 600,000 
gpd. as i nd i ca t ed by a Spar l ing m e t e r . 
Ana lys i s of a s amp le (Lab . No. 100,322) c o l -
lec ted June 4, 1944, showed the w a t e r to have a 
h a r d n e s s of 41.0 g r . p e r g a l . , a m i n e r a l content 
of 907 p p m . , and an i r o n conten t of 0.4 p p m . 
The w a t e r was ch lo r ina ted a t the wel l and 
pumped d i r e c t l y into the s y s t e m . 
The F l o r e n c e Ave . Wel l , s o m e t i m e s ca l led 
Thorpe Well No. 3 , was comple t ed in June 1944 by 
Thorpe Well Dr i l l ing C o . The wel l was 2473 ft. 
deep and l oca t ed 500 ft. w e s t of F l o r e n c e A v e . and 
160 ft. south of Walsh St . (or a p p r o x i m a t e l y 2500 
ft. N. and 1500 ft. E. of the S. W. c o r n e r of S e c -
t ion 2). 
The hole and cas ing d i a m e t e r r e c o r d i s shown 
in Tab le 4 . 
The e l eva t ion of the top of the 24 - in . cas ing is 
789.91 ft. 
In A p r . 1944 when the d r i l l i ng had r e a c h e d 
2473 ft. depth , a p roduc t ion of 300 g p m . w a s r e -
po r t ed by the d r i l l e r . The hole w a s then d y n a -
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S a m p l e - s t u d y log of F l o r e n c e Ave . wel l furnished by the State Geologica l Survey: 
m i t e d in two s e r i e s of s h o t s . The f i r s t s e r i e s of 
n ine s h o t s , of 125 l b . e a c h , was spaced be tween 
dep ths of 2278 and 2392 ft. The second s e r i e s of 
five s h o t s , of 175 l b . e a c h , was spaced be tween 
dep ths of 2293 and 2402 ft. 
On May 3 1 , 1944 a p roduc t ion t e s t w a s s t a r t e d 
by the d r i l l e r and extended un t i l noon of June 4 
with n u m e r o u s s h u t - d o w n s due to power t r o u b l e . 
The d r i l l e r i n s t a l l e d a we i r for m e a s u r i n g d i s -
c h a r g e , and o b s e r v a t i o n s w e r e m a d e by the State 
Water Survey r e p r e s e n t a t i v e . Before the t e s t , 
the w a t e r l eve l was 255 ft. be low the top of the 
24 - in . c a s i n g , and d rawdowns and pumping r a t e s 
for v a r i o u s cont inuous pumping p e r i o d s w e r e r e -
co rded as given in Table 5 . 
Dur ing the l a s t 6 1/2 h r . , the pumping r a t e 
w a s s t eady a t 663 gpm. , but the drawdown i n -
c r e a s e d f r o m 117 to 130 ft. without r e a c h i n g 
e q u i l i b r i u m . 
T A B L E 4 
Hole R e c o r d 
23- in . f r o m 410 to 843 ft. 
18- in . f r o m 843 to 1285 ft. 
12- in . f r o m 1285 to 2473 ft. 
Cas ing R e c o r d 
2 4 - i n . od. cas ing f r o m 0 to 410 ft. 
16- in . od. l iner f r o m 477 ft. 3 in . to 
843 ft. 4 in . 
12 - in . id . l iner f r o m 1031 1/2 ft. to 
1285 ft. 1 in . 
The pumping a s s e m b l y , i n s t a l l e d in June 1944, 
c o n s i s t s of: 400 ft. of 10-in. co lumn p ipe ; 11- in . 
o d . , 9 - s t a g e A m e r i c a n Well W o r k s tu rb ine p u m p . 
No . 68796, r a t e d at 1000 gpm. aga ins t 466 ft. of 
head; the o v e r a l l length of the pump is 9 ft. 1 1/2 
in . ; 400 ft. of a i r l ine; 20 ft. of 10-in. suc t ion 
p ipe ; 150-hp . , 1770 r p m . U. S . e l e c t r i c m o t o r , 
G a l e s b u r g - 7 
No. 326809. 
T A B L E 5 
Ana lys i s of a s a m p l e (Lab . No. 105,246) c o l -
lec ted J an . 9, 1946 af ter t e n - d a y s pumping at 650 
g p m . , showed the w a t e r f r o m F l o r e n c e Ave. Wel l 
to have a h a r d n e s s of 16.3 g r . pe r g a l . , a r e s i d u e 
of 1399 p p m . , and an i r o n content of 0.5 p p m . 
Th i s w a t e r i s a e r a t e d a t the top of the e l e v a t e d 
tank and c h l o r i n a t e d . 
In 1946 the a v e r a g e wa te r consumpt ion for the 
c i ty w a s e s t i m a t e d a t 2.9 m g d . 
LABORATORY NO. 105,246 
I l l ino i s Sta te Water Survey - Bul le t in No. 40 
A publ ic w a t e r supply was ins t a l l ed by the c i ty 
of Galva (2812) in 1894. 
At tha t t i m e Well No. 1 was d r i l l ed a t the w a -
t e r w o r k s i m m e d i a t e l y e a s t o f the public s q u a r e 
(or a p p r o x i m a t e l y 1235 ft. N. and 50 ft. E. of the 
S. W. c o r n e r of Sect ion 27, T. 14 N . , R. 4 E . ) . The 
wel l was d r i l l e d to a depth of 1477 ft. below a 
ground s u r f a c e e leva t ion of 850 t ft. 
When the wel l was f i r s t c o m p l e t e d , i t was 
c a s e d in the s a m e m a n n e r as r e p o r t e d for Well 
No. 2 . The wel l was r e c a s e d in 1918 with 12- in . 
pipe f r o m the su r f ace to a depth of 110 ft.; with 
9- in . pipe f r o m the su r face to a depth of about 
455 ft.; and with 6- in . pipe f r o m the b o t t o m of the 
9- in . to the top of the s a n d s t o n e . The top of the 
cas ing was in the floor of the pumping s ta t ion . 
The wel l w a s equipped with a Newel l s t e a m 
head pump with a 6 3 / 4 - i n . cy l inder placed at a 
depth of 300 ft. In July 1912 the non-pumping w a -
t e r l eve l was r e p o r t e d to be 235 ft. below t h e top 
of the we l l , and in 1916 it w a s 250 ft. 
Well No. 2 was d r i l l ed in 1899 to a depth of 
1535 ft. at a point about 15 ft. e a s t of Well No. 1. 
It w a s c a s e d with 12- in . pipe to a depth of 110 ft.; 
with 9 - i n . pipe f rom 110 to 500 ft.; and with a 6-
in . l i ne r r e p o r t e d to be se t be tween 610 ft. and 
the top of the s ands tone . 
GALVA 
H e n r y County 
Nov. 26, 1947 
The wel l was or ig ina l ly equipped with an 
A m e r i c a n Well Works s t e a m head p u m p , which 
was r e p l a c e d in July 1920 by an a i r lift with 660 
ft. of 2 - i n . a i r pipe and with d i s c h a r g e pipe of 4, 
4 1/2, and 5- in . d i a m e t e r s . The non-pumping 
wa te r l eve l in July 1920 was 268 ft. be low the 
s u r f a c e , and the drawdown was 76 ft. when p u m p -
ing , dur ing a t e s t , at a r a t e of 125 gpm. 
Use of Wel ls No. 1 and 2 was d i scont inued 
some t i m e p r i o r to 1934. 
Well No. 3 was d r i l l ed in 1920 - 1921 by the 
Whitney Well Dr i l l ing C o . , Ch icago , to a depth of 
1524 ft. It is loca ted about 40 ft. wes t of Well 
No. 1. A sand s t r a t u m , 20 to 25 ft. in t h i c k n e s s , 
was encoun te r ed at a depth of 1255 to 1260 ft. , 
and y ie lded " a n abundant supply of w a t e r . " 
The wel l w a s c a s e d with 15- in . pipe to a depth 
of 450 ft. and with 12-in. pipe f rom 450 to 1050 ft. 
The we l l , equipped with an a i r lift and with 464 ft. 
of a i r p ipe , was t e s t ed and found to produce 230 
gpm. The a i r pipe was extended 43 ft. af ter which 
the p roduc t ion was 250 g p m . , dur ing a 2-hour 
t e s t . One of the o the r we l l s was ope ra t ing a t the 
t i m e . The wel l w a s b l a s t ed with 300 pounds of 
n i t r o - g l y c e r i n e af ter which the non-pumping w a -
t e r l eve l was 270 ft. below the ground s u r f a c e , and 
the drawdown was r e p o r t e d to be 60 to 70 ft. while 
pumping at 320 gpm. 
S a m p l e - s t u d y log of Well No. 4 furn ished by the Sta te Geolog ica l S u r v e y : 
2 - Ga lva 
On J a n . 23 , 1934 the non-pumping w a t e r l eve l 
w a s m e a s u r e d at 294 ft. , and a d rawdown of 33 
ft. w a s o b s e r v e d while pumping a t 207 gpm. The 
a i r l ine w a s r e p o r t e d to be 540 ft. long. Dur ing 
the s a m e t e s t , the pump in Wel l No . 4 w a s s t a r t e d 
up and af ter 2 1/2 h r . , t h e pumping leve l in No. 3 
w a s d rawn down an add i t iona l 2 ft. 
Well No. 4 w a s d r i l l ed in 1933 by Thorpe 
B r o s . , D e s Moines , Iowa to a depth of 1687ft . 
be low a ground sur face e leva t ion of 845± ft. The 
we l l is loca ted 175 ft. south and 100 ft. e a s t of the 
i n t e r s e c t i o n of Ohio and F i r s t St. (or a p p r o x i -
m a t e l y 1185 ft. N. and 215 ft. E. of the S. W. c o r -
ne r of Sect ion 27). 
The wel l w a s c a s e d with 24 - in . pipe f r o m 0 to 
64 1/2 ft.; with 20- in . pipe f r o m 0 to 359 ft.; with 
16- in . pipe f r o m 320 to 502 ft.; and with 12- in . 
l i ne r f r o m 840 to 1040 ft. The b o r e hole was 12 
in . in d i a m e t e r f rom 1040 ft. to the b o t t o m . 
The wel l is equipped with: 380 ft. of 8 - in . 
co lumn p ipe ; 1 3 - s t a g e , 12- in . od. A m e r i c a n Well 
Works t u r b i n e p u m p , No. 69260, having 10.6 ft. 
o v e r a l l length; 380 ft. of 1/4-in. a i r l ine ; 20 ft. of 
8- in . suc t ion p ipe; 6 0 - h p . , 1175 r p m . induct ion 
m o t o r . 
Or ig ina l ly the co lumn pipe and a i r l ine w e r e 
each 30 ft. s h o r t e r , but the pump w a s o v e r h a u l e d 
in May 1945, and the set t ing l o w e r e d to 380 ft. 
On J an . 18, 1934 the non-pumping w a t e r l eve l 
w a s 286 ft. and the d rawdown was 50 ft. when 
pumping a t 490 g p m . On Nov. 2 1 , 1945 the n o n -
pumping w a t e r l eve l was 304f t . , and the drawdown 
w a s 36 ft. af ter 2 1 - m i n . pumping at 500 g p m . 
Well No . 4 is the p r i n c i p a l s o u r c e of supply . 
Ana lys i s of a s ample (Lab . No . 112,718), c o l -
l ec t ed Nov. 26 , 1947 af te r pumping 2 h r . at 500 
g p m . , showed the wa te r f r o m Well No. 4 to have 
a h a r d n e s s of 7.4 g r . pe r g a l . , a m i n e r a l content 
of 898 p p m . , and an i r o n content of 0.1 p p m . 
P u m p i n g i s e s t i m a t e d to a v e r a g e 140,000 gpd. 
LABORATORY NO. 112,718 
I l l ino is Sta te Wate r Survey - Bul le t in No. 40 
A t t e m p t s w e r e m a d e in 1925 and 1939 to i n s t a l l 
a publ ic w a t e r s y s t e m for the town of G a r d n e r 
(864) but the s y s t e m was appa ren t l y not put into 
s e r v i c e unt i l 1941. 
In 1925 M. T . P e t e r s o n , Mad i son , Wis . , d r i l l ed 
a we l l loca ted on lot 8, Block 17 of the town of 
G a r d n e r . 
The wel l is 972 ft. deep be low a su r f ace e l e -
vat ion of 588± ft. 
The hole and cas ing r e c o r d i s shown in Tab le 
1. 
TABLE 1 
Hole R e c o r d 
12- in . f r o m su r f ace to 290 ft. 
10- in . f r o m 290 to 800± ft. 
8- in . b o t t o m . 
Cas ing R e c o r d 
12- in . d r ive pipe f r o m s u r f a c e to 70 ft. 
10 - in . f r o m su r face to 290 ft. 
8 - in . l i ne r f r o m 300 to 800 ft. 
The wel l was t e s t e d by M a r r , G r e e n , & C o . on 
Ju ly 10, 1925 us ing a 5 3 / 4 - i n . by 18- in . pump, 
I t was r e p o r t e d tha t when pumping a t 44 g p m . , 
the d rawdown w a s about 225 ft. be low a n o n -
pumping w a t e r l eve l of 59 ft. be low the top of the 
c a s i n g . 
C . S . C u m m i n g , G a r d n e r , m a d e ano ther t e s t 
GARDNER 
Grundy County 
D e c . 13 , 1947 
on May 24 , 1928. I t w a s r e p o r t e d tha t when 
pumping at 21 g p m . , the drawdown was 114 ft. 
f r o m a non-pumping w a t e r l eve l of 62.7 ft. b e -
low the top of the c a s i n g . 
A n a l y s i s of a s amp le (Lab . No. 61868) c o l -
l ec t ed May 24, 1928, showed the w a t e r to have a 
h a r d n e s s of 5.7 g r . pe r ga l . , a r e s i d u e of 980 
p p m . , and an i r o n content of 0.8 p p m . 
Th i s we l l w a s not equipped for s e r v i c e b e -
c a u s e i t s capac i ty w a s insuf f ic ien t t o supply p u b -
l ic d e m a n d s . 
In Nov. 1938 the State Geolog ica l Survey c o n -
ducted a n e l e c t r i c a l e a r t h r e s i s t i v i t y s u r v e y . A s 
a r e s u l t of the s u r v e y , C. S. C u m m i n g d r i l l e d a 
we l l , now known as E a s t Well , in 1939 and l o -
ca ted n e a r the n o r t h e a s t c o r n e r of Main St. and 
U. S. Route 66 (or a p p r o x i m a t e l y 170 ft. N. and 
140 ft. W. of the S. E. c o r n e r of Sec t ion 4, T. 31 
N . , R. 8 E . ) . Th i s we l l w a s d r i l l e d to a depth of 
173 ft. be low a su r f ace e leva t ion of 583± ft. and 
w a s c a s e d with 6- in . pipe to a depth of 61 1/2 ft. 
The State Water Survey m a d e a p roduc t ion 
t e s t on July 5 , 1939. Before the t e s t , the w a t e r 
l e v e l w a s 14 ft. be low the s u r f a c e . The pumping 
r a t e was s t a r t e d at 50 gpm. with a d rawdown of 
28 1/2 ft. After 5 h r . the pumping r a t e had g r a d -
ual ly d e c r e a s e d to 32 g p m . and the drawdown i n -
c r e a s e d to 39 1/2 ft. 
Ano the r t e s t o f t h i s we l l w a s m a d e by the 
Sta te Wa te r Survey on Sept . 11 -12 , 1939. After 
pumping a t 55-59 g p m . for 22 h r . , the d rawdown 
w a s 101 ft. f r o m a non-pumping w a t e r l eve l of 15 
S a m p l e - s t u d y log of we l l d r i l l e d in 1925 fu rn i shed by the State Geo log ica l Survey : 
2 - G a r d n e r 
ft. 
This wel l is equipped with 140 ft. of 3 1/2-in. 
s t e e l co lumn p ipe ; 6- in . , 13-s tage A m e r i c a n Well 
Works tu rb ine pump , No. 63493, r a t e d a t 50 gpm. 
aga in s t 163 ft. of head , ope ra t i ng at 1750 r p m . ; 
10 ft. of 3 1/2-in. suct ion p ipe ; 150 ft. of 1/4-in. 
b r a s s pipe a i r l ine ; 5 -hp . U. S . e l e c t r i c m o t o r . -
The non-pumping wate r l eve l in 1944 was 60 
ft., bu t pumping quickly l owered the w a t e r l eve l 
to the top of the b o w l s . 
Recen t wa te r l eve l s have been r e p o r t e d a s i s 
given in Tab le 2 . 
TABLE 2 
Sept . 11 , 1947..93 ft. af ter 12 h r . idle pe r iod . 
Oct . 10, 1947..80 ft. af ter 11 h r . idle p e r i o d . 
Nov. 19, 1947..97 ft. af ter 2 h r . idle p e r i o d . 
Ana lys i s of a s amp le (Lab . No. 86320) c o l -
lec ted Sept . 12, 1939, showed the wa te r to have a 
t o t a l h a r d n e s s of 2.2 g r . p e r ga l . , a r e s i d u e of 501 
p p m . , and an i r o n content of 0.8 p p m . 
In 1944, R. O. Cumming , G a r d n e r , d r i l l ed a 
we l l ca l l ed P a r k Well, and located about 50 ft. 
e a s t of the c e n t e r of J ackson St. and 250 ft. south 
of Washington Ave. (or a p p r o x i m a t e l y 1200 ft. N. 
and 2000 ft. W. of the S. E. c o r n e r of Section 4) . 
The wel l was d r i l l ed to a depth of 161 ft. below a 
sur face e l eva t ion of 583± ft. C o a l was e n t e r e d at 
a depth of 161 ft. 
The hole and cas ing r e c o r d i s shown in Table 
3 . 
I t was r e p o r t e d tha t t h e r e was l i t t le w a t e r in 
the wel l unt i l the wel l had been " s h o t " with 100 
lb . of dyna mi t e . 
TABLE 3 
Hole R e c o r d 
12- in . f r o m sur face to 57 1/2 ft. 
10 - in . f r o m 57 1/2 to 161 ft. 
Cas ing R e c o r d 
10- in . f r o m sur face to 65 ft. 4 in . 
The A m e r i c a n Well Works C o . , A u r o r a , m a d e 
a p roduc t ion t e s t in Oct . 1944. I t w a s r e p o r t e d 
that af ter 2 4 - h r . pumping at a r a t e of 160 gpm. , 
the d rawdown was 38 ft. f r o m a non-pumping w a -
t e r l eve l of 26f t . F o r the p roduc t ion t e s t , a t e m -
p o r a r y pump was i n s t a l l e d . 
The ex i s t ing pump i n s t a l l a t i o n , m a d e in the 
e a r l y p a r t of 1945, c o n s i s t s of 130 ft. of 4 - i n . s t ee l 
co lumn p ipe ; 6- in . , 18 - s t age A m e r i c a n Well W o r k s 
tu rb ine pump , No. 70802, having a r a t e d capac i ty 
of 75 gpm. aga in s t 228 ft. of head ; 130 ft. of 1 / 4 - i n . 
g i . a i r l ine ; 10 f t . of 3 1/2- in . id . suct ion p ipe ; 
7 1/2-hp. U. S. e l e c t r i c m o t o r . 
The following f luc tuat ions in w a t e r l eve l s have 
been obse rved : 77 ft. on Aug. 14, 1947 af te r 2 h r . 
idle pe r iod ; 79 ft. on Sept . 1 1 , 1947 af ter 1 h r . 
idle pe r iod ; 83 ft. on Nov. 19, 1947 af ter 2 h r . 
id le p e r i o d . On Nov. 19, 1947 af te r 4 1/2-hr. 
pumping at 75 gpm. the wa te r l eve l was 86 ft. 
Ana lys i s of a s a m p l e ( L a b . No. 112,625) c o l -
lec ted Nov. 19, 1947 after pumping 4 1/2 h r . at 
75 g p m . , showed the w a t e r to have a t o t a l h a r d -
n e s s of 10.9 g r . per gal . , a r e s i d u e of 1392 p p m . , 
and an i r o n content of 0.7 p p m . 
The r e s e r v o i r w a t e r i s ch lo r ina ted about e v e r y 
2 w e e k s . 
F r o m Jan . 1 to Oct . 1, 1947 the pumpage was 
e s t i m a t e d to a v e r a g e 26,400 gpd. 
LABORATORY NO. 112,625 
I l l ino is S ta te Water Survey - Bul le t in No. 40 
The f i r s t s o u r c e of publ ic w a t e r supply, for 
the ci ty of Geneseo (3824) was a wel l about 400 ft. 
deep loca ted n e a r the c e n t e r of town. 
In 1887 an a r t e s i a n wel l was d r i l l ed by J . P . 
Mi l l e r A r t e s i a n Well Co. , Brookf ie ld , into the 
P o t s d a m sands tone at a depth of 2252 ft. The 
e leva t ion of the ground su r face i s 645 t ft. Th i s 
we l l was loca ted at a p p r o x i m a t e l y 650 ft. S. and 
1650 ft. W. of the N. E. c o r n e r of Sect ion 2 1 , T. 
17 N . , R. 3 E . 
During the d r i l l ing o p e r a t i o n , w a t e r was e n -
coun te red a t the following dep ths with the e s t i -
m a t e d r a t e of flow shown a t e ach depth: 
GENESEO 
H e n r y County 
July 15, 1947 
The sa l in i ty of the w a t e r i n c r e a s e d below 1640-ft. 
depth , and for tha t r e a s o n , d r i l l ing c e a s e d a t 2252 
ft. 
M r . D . M. S t a m m , G e n e s e o , m a d e the wa te r 
a n a l y s i s given in Tab le 1 . 
In 1892 the peak of the flow w a s r e p o r t e d to 
be 21 ft. above the c u r b , and the wa te r t e m p e r a -
t u r e was 65° F . The e leva t ion of the c u r b was 
645 ft. 
In 1902, due to an inadequa te supply of w a t e r 
f r o m the deep we l l , the c i t y ' s w a t e r w o r k s w e r e 
moved 1 1/2 m i l e s due n o r t h of G e n e s e o . Water 
w a s obtained f r o m a s e r i e s of s p r i n g s , loca ted on 
an 8 - a c r e t r a c t of land in Sec t ion 9 , upon which 
the c i ty h a s a p e r p e t u a l l e a s e . T h e r e w e r e 16 
s p r i n g s , and at each sp r ing two leng ths of 18 or 
24 - in . d i a m e t e r s ewer pipe w e r e p laced v e r t i c a l l y 
and c o v e r e d . A s ide out le t in the pipe at e ach 
sp r ing was connected to a s e w e r - p i p e l ine which 
c a r r i e d the d i s c h a r g e f r o m a l l of the s p r i n g s to 
C o r r e l a t e d d r i l l e r ' s log of wel l d r i l l e d in 1887 fu rn i shed by the State Geo log ica l Survey: 
2 - G e n e s e o 
TABLE 1 
the col lect ing r e s e r v o i r , f rom which the w a t e r 
flowed by syphonic ac t ion in to a pumping we l l , 
10 ft. in d i a m e t e r and 20 ft. deep . 
In 1922, only 2 s p r i n g s w e r e being used t o -
ge the r with 2 new we l l s which w e r e d r i l l e d by 
Ju l ius Olson , G e n e s e o . All o the r s p r i n g s had 
been abandoned. The we l l s w e r e located on the 
pumping s ta t ion 8 - a c r e t r a c t and w e r e 8- in . in 
d i a m e t e r and 17 to 19 ft. deep in to sand and g r a -
v e l . 
In 1925, two addi t ional sha l low we l l s w e r e 
added, and in 1931 a fifth we l l w a s c o n s t r u c t e d , 
a l l newer we l l s being of the s a m e a p p r o x i m a t e 
depth , 15 ft. , and pene t ra t ing a l aye r of 7 ft. of 
w a t e r - b e a r i n g sand. The 5 we l l s w e r e in 2 g r o u p s , 
2 we l l s known as the " A " we l l s w e r e loca ted in a 
s m a l l r a v i n e about 450 ft. w e s t - sou thwes t of the 
pump h o u s e , and 3 we l l s known as the " B " we l l s 
w e r e in ano ther r a v i n e about 500 ft. south -
sou thwes t of the pump h o u s e . The wa te r f rom the 
w e l l s was syphoned th rough the o r ig ina l pipe l ine 
to the col lec t ing r e s e r v o i r . 
In 1931 the s p r i n g s had been abandoned as a 
s o u r c e of supply, and w a t e r was obtained f rom 
the 5 w e l l s . 
In 1932, two m o r e shal low w e l l s , known as 
" C " w e l l s , w e r e d r i l l e d i n the v ic in i ty o f the 
o lde r w e l l s : and in 1939, two m o r e we l l s w e r e 
d r i l l e d by Floyd T e e p l e , Mol ine . T h e s e l a t t e r 
we l l s w e r e ca l led D-1 and D A - 3 . 
In August 1939, Well D - l was c o n s t r u c t e d to 
a depth of 34 ft. about 800 ft. wes t of the pumping 
s ta t ion (or app rox ima te ly 2800 ft. N. and 3500 ft. 
E. of the S. W. c o r n e r of Sect ion 9) . 
The e l eva t ion of the ground su r face is 645± ft. 
The top of the 16 in . c a s ing is 8 ft. be low the 
ground sur face and housed within a b r i c k curb 
which is 5 1/2 ft. id . and 10 ft. h igh . The wel l is 
c a s e d with 21 ft. of 16- in . pipe with 5 ft. of 
14 3 / 4 - i n . od. Cook s c r e e n , with No. 100 s lo t 
open ings , a t t ached to the bo t t om of the c a s i n g . 
The s c r e e n i s in g r ave l and c o a r s e sand, and the 
b o t t o m of the s c r e e n s e t s on h a r d - p a n . A 6- in . 
suct ion pipe ex tends to wi thin 1 ft. of the bo t t om 
of the s c r e e n . The product ion of th i s we l l , S e p -
t e m b e r 5 , 1939, was 393 g p m . , and the non-
pumping w a t e r l eve l was 23 1/2 ft. below the top 
of the cu rb which is a t ground sur face l eve l . 
Ana lys i s of a s amp le (Lab . No. 102,242), c o l -
lec ted J an . 3 , 1945, showed the wate r f rom Wel l 
D - l to have a h a r d n e s s of 25.2 g r . pe r g a l . , a 
m i n e r a l content of 501 p p m . , and an i r o n content 
of 1.3 p p m . 
Well DA-3 was c o n s t r u c t e d in October 1939 a p -
LABORATORY NO. 102,242 
p r o x i m a t e l y 112 ft. no r th and 110 ft. w e s t of D-1 
and is 39 ft. deep below the top of the cu rb which 
is 2 ft. above a ground sur face e leva t ion of 650± 
ft. The top of the 16- in . ca s ing is 12 ft. 7 in . b e -
low the top of the c u r b and is 4 ft. above the b a s e 
of the b r i c k c u r b which is 5 ft. id . T h e r e is 22 ft. 
of c a s ing with 4 ft. of 14 3 / 4 - i n . d i a m e t e r Cook 
s c r e e n , having No. 100 s lot openings , a t t ached to 
the bo t tom of the ca s ing . The s c r e e n s e t s on h a r d 
pan . A 5- in . suct ion pipe ex tends to wi thin 1 ft. 
of the bo t tom of the s c r e e n . The product ion of 
t h i s w e l l , N o v e m b e r 1 , 1939, w a s 257 gpm. , and 
the non-pumping w a t e r l eve l was 29 ft. 10 in . be-
low the top of the c u r b . 
Well BD-2 is a r e c o n s t r u c t i o n of old B-1 in 
August 1939 and i s loca ted in the old " B " g roup 
of w e l l s , sou th - sou thwes t of the pump house and 
175 ft. south and 375 ft. e a s t of Well D - l . Th i s 
wel l was o r ig ina l l y a curbed sp r ing with out le t 
connec ted to the r e s e r v o i r by s e w e r p ipe . L a t e r 
an 8- in . s c r e e n , 6 ft. in length and having No. 20 
slot openings w a s ins t a l l ed and w a t e r syphoned 
th rough 4 - i n . and 5 - in . i r o n p ipe . The s c r e e n 
and 4 ft. of 8- in . d i a m e t e r cas ing w e r e pul led in 
Augus t 1939, and the s c r e e n w a s r e p l a c e d by a 5-
ft. length of 14 3 / 4 - i n . d i a m e t e r Cook s c r e e n , 
having No. 80 s lot open ings . The product ion of 
t h i s w e l l , Sept . 5 , 1939, w a s 147 gpm. , and the 
non-pumping w a t e r l eve l was about 8 ft. below 
the top of the c u r b . 
As a r e s u l t of the c i t y ' s w a t e r w o r k s i m p r o v e -
m e n t p r o j e c t , c a r r i e d on in 1939, the following 5 
we l l s w e r e d i scont inued: A - 1 , A - 2 , B - 2 , B - 3 , C - d . 
T h e s e we l l s w e r e abandoned b e c a u s e of clogged 
s c r e e n s . F o u r we l l s w e r e continued i n s e r v i c e 
a s follows: 
B D - 2 
C-1 
D - l 
DA-3 
Due to an insuff ic ient supply of w a t e r , 14 t e s t 
h o l e s w e r e d r i l l e d dur ing 1946 by L a y n e - W e s t e r n 
C o . , Ch icago , under the supe rv i s ion of W a r r e n & 
Van P r a a g , I n c . , D e c a t u r . As a r e s u l t , 3 we l l s 
w e r e d r i l l e d , n a m e l y : E - 1 , E - 2 , and E - 3 . 
Well E - l w a s c o n s t r u c t e d in the fo repa r t of 
1947 about 90 ft. no r th and 100 ft. wes t of Well 
BD-2 (or a p p r o x i m a t e l y 2730 ft. N. and 3780 ft. 
E. of the S. W. c o r n e r of Sect ion 9). The wel l is 
13 ft. deep and cased with 3 8 - i n . od. s t ee l pipe 
f r o m the su r face to 8 ft. and with 16- in . od. s t ee l 
pipe f r o m the su r f ace to 8 ft . , be low which is 5 ft. 
o f Layne s h u t t e r - t y p e s c r e e n exposed to c o a r s e 
G e n e s e o - 3 
sand . The d r i l l e r m a d e a p roduc t ion t e s t of the 
wel l and r e p o r t e d 100 gpm. When pumping at 70 
gpm. , the pumping w a t e r l eve l w a s at the top of 
the s c r e e n . 
Well E - 2 w a s c o n s t r u c t e d sho r t l y af ter E - l 
and loca ted about 200 ft. south of E - l . The wel l 
was c o n s t r u c t e d i n the s a m e m a n n e r a s E - l , h a v -
ing the s a m e depth and s a m e s i z e c a s i n g s and 
s c r e e n . The d r i l l e r r e p o r t e d the p roduc t ion a t 
75 gpm. 
Well E - 3 was c o n s t r u c t e d by L a y n e - W e s t e r n 
C o . in July 1947 at a loca t ion 1310 ft. south and 
1660 ft. w e s t of BD-2 (or a p p r o x i m a t e l y 1340 ft. 
N. and 2220 ft. E. of the S. W. c o r n e r of Sect ion 
9) . 
The wel l was comple t ed to a depth of 65 ft. 4 
in . below a ground sur face e leva t ion of 662.5 ft. 
The d r i l l e r ' s ca s ing and s c r e e n r e c o r d i s 
given in Table 2. 
TABLE 2 
52 - in . od. s t ee l pipe f rom +0.5 to 19.5 ft. 
4 8 - i n . od. s tee l pipe f r o m +3.0 to 52.0 ft. 
1 8 - i n . od . s t ee l p ipe f r o m +3.0 to 57.0 ft. 
18-in. od. Layne A r m c o - i r o n s h u t t e r - t y p e 
No. 5 s c r e e n f r o m 57.0 to 65.0 ft. 
A c o n c r e t e plug of about 4 - i n . t h i c k n e s s was 
poured in the b a s e of the s c r e e n . The lower 5 ft. 
of s c r e e n was ba i l ed in , and about 16 cu . yd. of 
se lec ted g r a v e l ( a p p r o x i m a t e l y 1 /2 in . by 1 /4 in.) 
w a s u s e d to fi l l the annu la r s p a c e b e t w e e n the i n -
n e r and ou te r c a s i n g s to 37 ft. be low the top of 
the 4 8 - i n . c a s i n g . 
On July 15, 1947 a p roduc t ion t e s t was made 
by the State Water S u r v e y . F o r t e s t p u r p o s e s , a 
tu rb ine pump , b e l t - d r i v e n f rom a gaso l ine eng ine , 
was i n s t a l l e d . Before the t e s t , the w a t e r l eve l was 
49.8 ft. be low the top of the 4 8 - i n . c a s i n g . Pumping 
was s t a r t e d a t 222 gpm. and g r a d u a l l y a c c e l e r a t e d . 
After 5 1/4 h o u r s , the pumping r a t e w a s 400 gpm. 
and the d rawdown was 5.9 ft. After 6 1/4 h o u r s , 
the pumping r a t e w a s 605 g p m . , and the drawdown 
w a s 10.4 ft. The pump was shut down, and 30 m i n . 
l a t e r the w a t e r l eve l was 51.3 ft. or 1 1/2 ft. l o w -
e r t han the s t a r t i n g l e v e l . 
A n a l y s i s of a s a m p l e (Lab . No. 111,087), c o l -
l ec t ed Ju ly 15, 1947 af ter 6 1/2-hr. pumping at 
500 g p m . , showed the w a t e r f r o m Well E - 3 to 
have a h a r d n e s s of 38.5 g r . p e r ga l . , a r e s i d u e of 
840 p p m . , and an i r o n content of 1.5 p p m . 
4 - G e n e s e o 
The w a t e r i s ch lo r ina t ed . P u m p a g e i s e s t i m a t e d to a v e r a g e 200,000 gpd. 
LABORATORY NO. 111,087 
I l l inois State Wa te r Survey - Bul le t in No. 40 
W a t e r w o r k s w e r e f i r s t i n s t a l l ed by the ci ty of 
Geneva (4101) in 1896. The in i t i a l supply was o b -
ta ined f r o m a wel l d r i l l e d to a depth of about 850 
ft. I t i s loca ted on the w e s t bank of F o x R i v e r 
about 45 ft. south of Sta te St. and 45 ft. e a s t of 
R i v e r St. ( app rox ima te ly 1170 ft. N. and 590 ft. W. 
of the S . E . c o r n e r of Sect ion 3, T. 39 N. R. 8 E . ) . 
The e leva t ion at the top of the cas ing is 679.2 ft. 
The wel l was r e p o r t e d to have a d i a m e t e r of 12 in . 
at the top and 8 in . at the bo t tom. 
On Oct . 19, 1911 , the f ree flow was 50 gpm. 
and the p roduc t ion r a t e was 500 gpm. when p u m p -
ing with an a i r lift, having 170 ft. of 2 - in . a i r p ipe . 
In Jan . 1922 the non-pumping w a t e r level was 
29 ft. be low the su r face and the pumping w a t e r l e -
ve l was 50 ft. on Apr . 17, 1922. At tha t t ime the 
length of the a i r pipe was 229 ft. and the a i r lift 
was de l ive r ing 234 gpm. 
This wel l w a s the s o u r c e of the e n t i r e public 
supply unt i l a second wel l was comple ted at the 
s i t e in 1924. 
In the fall of 1927 the a i r pipe was extended 
to a depth of 352 ft. and the opera t ing p r e s s u r e 
i n c r e a s e d to 90 p s i . , i n c r e a s i n g the d i s cha rge of 
the a i r lift to 350 gpm. when o p e r a t e d a lone . F o l -
lowing the changes the wel l furnished the en t i r e 
public supply dur ing the win te r of 1927-28 when 
the second wel l was out of s e r v i c e . 
When r e p a i r s w e r e being m a d e in May 1928, 
the depth was found to be 843 ft. and t h e r e w a s 8 
ft. of 12- in . ca s ing at the top . At tha t t ime a 10-
in . c a s ing w a s ins ta l l ed to the 8- in . hole a t a 
depth of 105 ft. The wel l was r e - e q u i p p e d with 
an old a i r lift and cont inued in s e r v i c e as an 
a u x i l i a r y supply uni t unt i l 1938 when the a i r lift 
equ ipmen t was r e m o v e d and the following pump 
ins ta l l a t ion w a s m a d e : 210 ft. of 4 1/2-in. c o l -
u m n p ipe ; 7- in . , 13-s tage A m e r i c a n Wel l Works 
tu rb ine pump , No. 61973, r a t e d at a capac i ty of 
275 g p m . aga in s t 250 ft. of head ; 20 ft. of 5 - i n . 
suct ion p ipe ; 210 ft. of 1/8-in. g i . a i r l ine ; 30-hp . 
U. S . e l e c t r i c m o t o r . 
The we l l w a s continued in s e r v i c e a s an 
a u x i l i a r y supply unit unt i l Well No. 4 was p laced 
in s e r v i c e in 1945. I t i s now se ldom u s e d but i s 
ma in t a ined as a s tandby uni t . On Aug. 14, 1947 
the non-pumping w a t e r l eve l was 122 ft. be low 
- the pump b a s e when Well No . 2 was i d l e . 
Well No. 2 was o r ig ina l ly d r i l l ed to a depth 
of 1156 ft. by W. L. Tho rne Co . , Des P l a i n e s , in 
1924 and loca ted about 130 ft. south of State St. 
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and 70 ft. eas t of R ive r St. The well was c a s e d 
with 12- in . pipe to a depth of 224 ft. be low which 
the hole was 12 in . in d i a m e t e r to the bo t tom. 
The e l eva t ion of the top of the cas ing is 676.0 ft. 
After comple t ion the wel l was t e s t ed for p r o d u c -
tion and whi le pumping at 300 g p m . the drawdown 
was 40 ft. f r o m a non-pumping w a t e r level of 60 
ft. be low t h e top of the c a s i n g . The we l l w a s 
equipped for s e r v i c e with an a i r lift having 412 ft. 
of educt ion pipe and 381 ft. of 2 - in . a i r p ipe . Wa-
t e r was pumped at a r a t e of 340 g p m . and in Apr . 
1925 the non-pumping w a t e r level was 62 ft. b e -
low the top of the cas ing and the pumping leve l 
186 ft. 
T e s t s of the p roduc t ive capac i t i e s of both 
we l l s w e r e m a d e on M a r . 4 , 1926. When ope ra t ed 
toge the r the combined p roduc t ion r a t e was 351 
gpm. , and when ope ra t ed alone each wel l p roduced 
366 gpm. At tha t t ime the non-pumping wa te r l e -
ve l in Well No. 2 was at a depth of 66 ft. and the 
pumping l eve l 208 ft. 
The wel l was deepened by the J . P . Mi l l e r 
A r t e s i a n Well Co . , Brookf ie ld , dur ing the win te r 
of 1927-28. A 10- in . hole was d r i l l ed f rom the 
o r ig ina l depth to 2217 ft. 
After deepening , the wel l was equipped with an 
a i r lift having 452 ft. of educt ion p i p e , 372 ft. of 
m a i n a i r p ipe , and 302 ft. of a u x i l i a r y s t a r t ing a i r 
p ipe . During a t e s t , following th i s i n s t a l l a t ion , the 
product ion was 525 gpm. with a d rawdown of 78 ft. 
f rom a non-pumping w a t e r l eve l of 50 ft. below 
the top of the c a s i n g . On Nov. 10, 1937 the n o n -
pumping w a t e r level was r e p o r t e d at a depth of 
66 ft. and when pumping at 800 gpm. the pumping 
l eve l was 175 ft. below the top of the c a s i n g . In 
J an . 1944 the non-pumping w a t e r l e v e l s a v e r a g e d 
96 ft. be low the pump b a s e and when pumping at 
900 g p m . , the pumping w a t e r l e v e l s a v e r a g e d 196 
ft. In 1947 the pump d e l i v e r e d 800 g p m . d i s -
cha rg ing o v e r a coke t r a y a e r a t o r on the s i t e . 
On Aug. 14, 1947 the non-pumping w a t e r l eve l was 
122 ft. be low the pump b a s e a f te r an idle pe r i od 
of 1 mon th . 
The ex i s t ing pump in s t a l l a t i on is 220 ft. of 7-
i n . co lumn p ipe ; 10- in . , 1 1 - s t a g e A m e r i c a n Wel l 
Works turb ine p u m p , No. 59147, r a t e d a t a c a p a -
c i t y of 800 g p m . aga in s t 236 ft. of head ; 10 ft. of 
8- in . suc t ion p ipe; 220 ft. of b r a s s pipe a i r l ine ; 
75 -hp . U . S . e l e c t r i c m o t o r . 
The wel l i s ma in t a ined for s e r v i c e a s an 
a u x i l i a r y supply un i t . 
Well No. 3 was d r i l l e d in 1930 to a depth of 
2 - Geneva 
985 ft. by Wil l iam C a t e r , Ch i cago , and located in 
the n o r t h w e s t e r n p a r t of the ci ty about 45 ft. w e s t 
of Logan Ave. and 210 ft. no r th of Cen te r St. ( a p -
p r o x i m a t e l y 1010 ft. S. and 530 ft. E. of the N. W. 
c o r n e r of Sect ion 3) . The e leva t ion of the top of 
the cas ing is 758.6 ft. 
The wel l was c a s e d with 20 - in . od. genuine wi . 
pipe f r o m the sur face to a depth of 65 ft., below 
which the hole was 19- in . d i a m e t e r to the bo t tom. 
A capac i ty t e s t of the wel l was conducted over a 
pe r iod of 4 d a y s , beginning M a r . 13, 1930. B e -
fore the t e s t , the w a t e r level was 48 ft. 9 in . b e -
low the top of the ca s ing . Pumping wa te r l eve l s 
of 225, 260, and 305 ft. w e r e r e c o r d e d for p u m p -
ing r a t e s of 400 , 500, and 620 gpm. r e s p e c t i v e l y . 
The wel l was p laced in s e r v i c e on Oct . 29, 1930 
equipped with a tu rb ine pump d i scha rg ing 500 
gpm. to a co l lec t ing b a s i n . By Nov. 20 , 1930 the 
non-pumping wa te r l eve l was 62 ft. below the 
p u m p b a s e and the pumping l eve l 286 ft. when 
pumping at a r a t e of 500 gpm. 
In M a r . 1931 a 16- in . od. l i ne r was i n s t a l l ed 
be tween dep ths of 200 and 300 ft. , in tended to ca se 
off the Maquoketa s h a l e . At t h i s t i m e 2 s ec t i o n s 
of 8- in . c o l u m n pipe w e r e added making the top of 
the t u rb ine set t ing 326 ft. 10 in . be low the pump 
b a s e . 
On Dec . 3 , 1937 the non-pumping wa te r level 
w a s 127 ft. and the pumping l eve l was 278 ft. 
A new 12- in . , 14-s tage A m e r i c a n Well W o r k s 
t u rb ine pump , No. 62518, was ins t a l l ed in May, 
1939. The old s t e e l co lumn pipe w a s used e x -
cept 1 s ec t ion be tween dep ths of 150 and 160 ft. 
T h i s sec t ion was r e p o r t e d t o be e i t h e r c o r r o d e d 
or e r o d e d f r o m the outs ide by w a t e r f rom the 
N i a g a r a n dolomite which s t r u c k the pipe while 
en te r ing the w e l l . By M a r . 12, 1940, the non-
pumping w a t e r level had r e c e d e d to a depth of 
135 ft. and the pumping l eve l to about 238 ft. The 
pumping r a t e was 300 gpm. 
The G r a y Wel l C o . , C h i c a g o , a t t empted t o r e -
hab i l i t a t e the wel l June - Sept . , 1940. The 16- in . 
l iner th rough the Maquoketa sha le was r e m o v e d 
and a cont inuous s t r i n g of 16- in . od. pipe was 
p laced f r o m the su r face to a depth of 320 ft. The 
wel l was " s h o t " with 250 lb . of 80% b las t ing 
ge la t in at a depth of 975 ft. and with 175 lb . at 969 
ft. After the second shot a m e a s u r e m e n t showed 
a b r idge at 960 ft. Ten c h a r g e s , va ry ing f rom 
100 to 250 l b . , w e r e exploded in the zone of the 
St. P e t e r sands tone f rom 820 to 960 ft. The 16-
in . ca s ing was r e s e t at a depth of 320 ft. and about 
80 cu. yd. of sand was r e m o v e d f r o m the shot zone . 
After the n e c e s s a r y c leanout work , a 6 2 - h r . 
product ion t e s t was m a d e Sept . 2 1 - 2 3 , 1940. B e -
fore the t e s t , the water l eve l w a s 92 ft. be low the 
pump b a s e . Pumping was s t a r t e d at a r a t e of 
200 gpm. and gradua l ly i n c r e a s e d to 500 gpm. in 
5 1/2 h r . After 53 h r . pumping at 500 gpm. the 
drawdown was 234 ft. Pumping was continued at 
a r a t e of 525 gpm. for 3 1/2 h r . at the end of which 
pe r iod the t o t a l d rawdown w a s 250 ft. As the 
shooting and developing had only succeeded in 
r e s t o r i n g the product ive capac i ty of the wel l to 
500 gpm. the wel l was d r i l l ed to a g r e a t e r dep th . 
The hole was d r i l l e d to 15- in . d i a m e t e r f r o m 
977 to 1715 ft. and comple ted 12- in . d i a m e t e r to 
the b o t t o m at 2300 ft. A 10- in . l iner was i n s t a l l ed 
be tween 1576 and 1715 ft. After the deepening a 
p roduc t ion t e s t was m a d e s t a r t i ng on Dec . 22, 1941. 
Before the t e s t the wa te r l eve l was 87 ft. below 
the pump b a s e . After 4 - h r . pumping a t 1150 gpm. 
the drawdown was 213 ft., and af ter 4 0 - h r . p u m p -
ing at 1120 gpm. the drawdown w a s 225 ft. C o n -
s i d e r a b l e sand was pumped dur ing the f i r s t p a r t 
of the t e s t and t h e wel l did not c l e a r up e n t i r e l y 
unt i l af ter 3 2 - h r . pumping . On r e m o v a l of the 
t e s t pump , the wel l was found filled to the 933 ft. 
l eve l . Sand was ba i led f rom Jan . 12, 1942 to May 
5 , 1942, and a t tha t t i m e the wel l had been c leaned 
out to a depth of 1301 ft. Up to that t i m e it was 
e s t i m a t e d tha t a p p r o x i m a t e l y 100 cu. yd. of St. 
P e t e r sand had been r e m o v e d f r o m the wel l a s 
the r e s u l t of the shoot ing. With the app roach of 
the h e a v i e r s e a s o n a l w a t e r demand the p e r m a n e n t 
t u rb ine pump w a s r e i n s t a l l e d . A p roduc t i on t e s t 
was s t a r t e d on May 12, 1942 and after 3 6 - h r . 
pumping at 500 g p m . the drawdown was 200 ft. 
f r o m a non-pumping w a t e r l eve l of 92 ft. 
On Sept . 17, 1942, the wa te r l eve l was 141 ft. 
af ter an idle pe r iod of 12 1/2 h r . and, af ter 6 1 /2-
h r . pumping at 480 gpm. , the d rawdown was 179 
ft. 
A geophys ica l log of the we l l , made in A p r . , 
1944, found h o l e s in the 16- in . c a s ing and the wel l 
b r idged at a depth of 972 ft. 
In M a r . , 1946, S. B. Ge ige r & Son, Ch icago , 
s t a r t e d r e h a b i l i t a t i o n of the w e l l . On M a r . 25 , 
1946 the s tanding wa te r l eve l w a s 135 ft. and the 
hole b r i d g e d at a depth of 970 ft. be low the pump 
house f loor . The 16- in . ca s ing w a s r e m o v e d and 
the hole c l eaned to a depth of 1410 ft. A 16- in . 
l iner was t e m p o r a r i l y s e t be tween depths of 741 
and 1003 ft. and a to t a l of 1400 l b . of 100% b l a s t -
ing ge la t in w a s exploded at 6 l eve l s be tween 1235 
and 1325 ft. 
The shooting back- f i l l ed the hole to 1300 ft. 
and the hole was c l eaned out to the o r ig ina l b o t -
b o m of 2300 ft. The 10- in . l i ne r be tween depths 
of 1576 and 1715 ft. was found to be t ight ; 185 ft. 
of 16- in . od. p e r f o r a t e d l ine r was set on d r ive 
s h o e s (top and bottom) f rom 810 to 995 ft.; and 
338 ft. 7 in . of 16- in . od. cas ing was in s t a l l ed 
f r o m the su r f ace and c e m e n t e d in by the H a l l i -
b u r t o n C o . The p e r f o r a t e d l iner had a p p r o x i -
m a t e l y 40 ft. of 1 ft. by 1/4 in . s lo t s cut with a 
t o r c h in 4 r o w s equal ly spaced around the p ipe , 
but s t agge red in the v e r t i c a l d i r e c t i o n . 
A product ion t e s t w a s m a d e on Sept . 5 - 6 , 
1946. Pumping was conducted a t v a r i o u s r a t e s of 
755 to 1255 g p m . The t e s t i nd ica t ed a specific 
c apac i t y of about 12.1 gpm. pe r foot of drawdown 
at p roduc t ion r a t e s of 755 and 935 gpm. and 11.0 
g p m . at a r a t e of 1170 g p m . When the t e s t pump 
was r e m o v e d , the hole was found b r idged at a 
depth of 1278 ft. and was then c l eaned out to a depth 
of 1540 ft. w h e r e h a r d m a t e r i a l was encoun te r ed . 
Dr i l l ing was s topped at a depth of 1576 ft. on O c t . 
27, 1946. 
The following pump was r e i n s t a l l e d i n D e c , 
1946: 353 ft. of 8- in . co lumn p ipe ; 12- in . , 14-
s t age A m e r i c a n Well W o r k s tu rb ine pump, No . 
62518, having an o v e r a l l length of 11 ft. 3 in . and 
r a t e d capac i ty of 500 gpm. ; 30 ft. of 8-in. suct ion 
p ipe ; 354 ft. of 1/4-in. g i . a i r l i ne . 
On July 28 , 1947 the non-pumping w a t e r l e v e l 
w a s 212 ft. be low the pump b a s e af ter 36 h r . of 
id le p e r i o d . The pumping w a t e r l eve l was 262 ft. 
on Aug. 14, 1947 when pumping at 550 gpm. 
The wel l was in d a i l y s e r v i c e in Ju ly , 1947 
and the pumpage a v e r a g e d 459,550 gpd. 
Ana lys i s of a s a m p l e (Lab . No. 115,960) c o l -
lec ted Sept . 28 , 1948 af ter 3 0 - h r . pumping at 520 
g p m . , showed th i s w a t e r to have a h a r d n e s s of 
Geneva - 3 
15.6 g r . pe r g a l . , a to ta l m i n e r a l content of 328 
p p m . , and an i r o n content of 0.2 p p m . 
The w a t e r i s t r e a t e d for i r o n r e m o v a l . Ana ly -
s i s of a s a m p l e (Lab . No. 109,996) co l lec ted Apr . 
2 1 , 1947 showed the t r e a t e d w a t e r to have a h a r d -
n e s s of 15.2 g r . pe r ga l . , a t o t a l m i n e r a l content 
of 325 ppm. , and a t r a c e of i r o n con ten t . 
Well No. 4 was d r i l l ed in 1944 to a depth of 
2267 ft. by S. B. Ge ige r & C o . and loca ted about 
120 ft. n o r t h of J a m e s St. and 145 ft. w e s t of F i r s t 
S t . ( approx ima te ly 1150 ft. N. and 1250 ft. W. of 
the S. E. c o r n e r of Sect ion 3) . The e leva t ion of 
the top of the cas ing is 719.14 ft. 
The hole and ca s ing r e c o r d i s shown in Table 
1. 
TABLE 1 
Hole R e c o r d 
22- in . f r o m 55 1/3 to 275 ft. 
19 1 /4- in . f rom 275 to 1116 ft. 
16- in . f r o m 1116 to 1687 ft. 
12- in . f rom 1687 to 2267 ft. 
Cas ing and L i n e r R e c o r d 
24- in . f r o m 0 to 55 1/3 ft. 
20 - in . f r o m 0 to 275 ft. 
16- in . f r o m 949 to 1116 ft. 
12- in . f r o m 1485 to 1687 ft. 
The annu la r space outs ide of the 2 0 - i n . ca s ing 
was fi l led with ' ' B e n t o n i t e . " 
A produc t ion t e s t was m a d e on June 26 and 27 , 
1944. Befo re the t e s t the w a t e r l eve l was 138 ft. 
be low the pump b a s e . Well No. 2 , loca ted about 
660 ft. sou theas t , was o p e r a t e d i n t e r m i t t e n t l y 
dur ing the t e s t and was producing 900 gpm. The 
LABORATORY NO. 115,960 
4 - Geneva 
S a m p l e - s t u d y log of Well No. 4 fu rn i shed by the State Geolog ica l Survey: 
m u t u a l i n t e r f e r e n c e w a s s l igh t but r e a d i l y d e -
t ec ted in the t e s t da t a . Apparen t e q u i l i b r i u m was 
a t ta ined af te r 9 - h r . pumping at 990 gpm. with a 
d rawdown of 172 ft. Pumping was continued at 
the s a m e r a t e for the ba l ance of 2 2 - h r . t e s t . The 
drawdown r e m a i n e d cons tan t excep t for v a r i a -
t ions of 1 to 2 ft. when Wel l No. 2 was in o p e r a -
t ion . 
The ex i s t ing pump i n s t a l l a t i o n , m a d e June 
1945, is 360 ft. of 10- in . co lumn p ipe ; 12 - in . , 10 -
s tage A u r o r a P u m p C o . t u rb ine No. 24624, having 
an o v e r a l l l ength of 11 ft. and a r a t e d capac i ty of 
1000 gpm. a g a i n s t 320 ft. of head at 1160 gpm. ; 30 
ft. of 10- in . suc t ion p ipe ; 3 ft. of 10- in . s t r a i n e r ; 
382 ft. of 1/4-in. g i . a i r l ine ; 150-hp . U. S. e l e c -
t r i c m o t o r . 
Th i s wel l h a s been in dai ly s e r v i c e s ince June , 
1945. 
On July 26 , 1947 the wa te r l eve l w a s 322 ft. 
below the pump b a s e af ter 3 - h r . pumping , and on 
July 30 , 1947 the w a t e r l eve l was 137 ft. a f ter 4 
h r . of id le p e r i o d . 
Ana lys i s of a s a m p l e (Lab . No . 115,959) c o l -
lec ted Sept . 28 , 1948 af te r 2 3 / 4 - h r . pumping at 
815 gpm. , showed th i s w a t e r to have a h a r d n e s s 
of 15.9 g r . p e r g a l . , a to t a l m i n e r a l content of 
368 p p m . , and a t r a c e of i r o n content . 
A s a m p l e co l l ec t ed Apr . 2 1 , 1947 after 3 1 /2-
h r . pumping w a s found to have a ch lo r ide con ten t 
of 19 p p m . and a t e m p e r a t u r e of 56 .2° F. i n d i -
ca t ing the p r e s e n c e of a l e s s e r p r o p o r t i o n of w a -
t e r f r o m the bo t tom of the hole a t t h i s t i m e . 
All w a t e r for the publ ic supply i s ch lo r ina t ed . 
M e t e r e d pumpage for the ca l enda r y e a r s of 
1942 to 1946 inc lus ive a v e r a g e d 881,260 gpd. 
I n d u s t r i a l pumpage f r o m l i m e s t o n e we l l s a v -
e r a g e s 108,000 gpd. and f r o m sands tone we l l s - - -
217,000 gpd. 
Geneva - 5 
LABORATORY NO. 115,959 
I l l ino is State Water Survey - Bul le t in No. 40 
W a t e r w o r k s w e r e f i r s t i n s t a l l ed by the ci ty of 
Genoa (1290) in 1900. 
The in i t i a l supply w a s obta ined f r o m a we l l 
d r i l l ed to a r e p o r t e d depth of 1500 ft. A second 
we l l , d r i l l ed to a depth of 730 ft. was added to the 
supply in 1922. These 2 we l l s w e r e spaced about 
25 ft. a p a r t and a r e loca ted in the w e s t p a r t of the 
ci ty about 50 ft. south of Main St. and 350 ft. wes t 
of S. Sta te St. ( approx imate ly 900 ft. N. and 1550 
ft. E. of the S. W. c o r n e r of Sect ion 19, T. 42 N., 
R. 5 E . ) . The e l eva t ion of the ground sur face is 
820 i ft. 
The f i r s t we l l , ca l led Nor th Well , i s r e p o r t e d 
c a s e d with 12- in . pipe to r o c k at a depth of 73 ft. 
and ending with a 6- in . d i a m e t e r hole at the b o t -
t o m . A l iner was in s t a l l ed to c a s e off a s t r a t u m 
of loose l imes tone but the exac t pos i t ion i s u n -
known. 
On Oct . 24, 1913, a non-pumping w a t e r l eve l 
of 50 ft. be low the su r face was r e p o r t e d and a 
drawdown of 2 ft. af ter 24 h r . of pumping at a 
r a t e of n e a r l y 200 gpm. M r . O. T. Bonne r e p o r t e d 
tha t the pump was overhau led in A p r . 1948 and, 
when r e i n s t a l l e d , was se t at 200 ft. At the s a m e 
t i m e the s t a t i c w a t e r l eve l was 71 ft. and the 
drawdown was 9 ft. 
The ex is t ing pump ins ta l l a t ion c o n s i s t s of 200 
ft. of 6 - in . co lumn pipe; 8 - in . , 15-s tage F a i r b a n k s -
M o r s e tu rb ine pump, No. 30156, r a t e d a t 300 gpm. 
aga ins t a head of 273 ft.; the o v e r a l l length of the 
pump is 92 in . ; 10 ft. of 5 - in . suct ion p ipe; 120 ft. 
of a i r l ine (defect ive); 3 0 - h p . F a i r b a n k s - M o r s e 
e l e c t r i c m o t o r . A 6 - cy l i nde r , 50 -hp . F a i r b a n k s -
M o r s e gaso l ine engine i s connected to the pump 
by a Johns ton s p i r a l gea r r i g h t - a n g l e d r i v e . 
P a r t i a l ana lys i s of a s ample (Lab . No. 112,031) 
co l lec ted Sept . 24, 1947 f r o m a tap of the pump 
d i s c h a r g e af ter 15-minute pumping a t an e s t i -
m a t e d r a t e of 300 g p m . , showed t h i s w a t e r to have 
a h a r d n e s s of 17.3 g r . pe r g a l . , a m i n e r a l c o n -
t en t of 324 p p m , and an i r o n content of 0.2 p p m . 
GENOA 
DeKalb County 
Nov. 14, 1948 
The second we l l , ca l led South Wel l , was 
d r i l l e d by W. L . Tho rne C o . , Des P l a i n e s . The 
wel l is r e p o r t e d c a s e d to 70 ft. with 12- in . pipe 
be low which it h a s a d i a m e t e r of 12 in . to a depth 
of 507 ft. and 10 in . f r o m 507 ft. to the b o t t o m . 
Upon comple t ion of the wel l a s tanding w a t e r l e -
ve l of 47 ft. be low the su r face and a drawdown of 7 
f t . , when pumped cont inuous ly , w e r e r e p o r t e d . A 
v e r y s h o r t t e s t m a d e on June 26 , 1923, indica ted 
a p roduc t ion of 250 gpm. 
The pump ins t a l l a t ion was m a d e on Oc t . 5 , 
1936: '130 ft. of 5 - in . co lumn p ipe ; an 8- in . , 12-
s t age A m e r i c a n Well Works tu rb ine p u m p , No. 
60409, r a t e d at 300 g p m . aga in s t 270 ft. of head ; 
the o v e r a l l length of the pump is 6 ft. 9 13 /16 in . ; 
10 ft. of 5 - in . suct ion p ipe; 130 ft. of 1/4-in. g a l -
vanized i r o n a i r l ine; 30 -hp . U. S . e l e c t r i c m o t o r . 
On Sept . 24, 1947 the following w a t e r l e v e l s 
below the pump b a s e w e r e o b s e r v e d by a i r l ine : 
a non-pumping level of 62 ft. af ter 20 m i n . of id le 
pe r iod for both we l l s and 75 ft. af ter 15 m i n . of 
ope ra t ion of the North Wel l , and a pumping l eve l 
of 120 ft. af ter 20 min . of pumping at 300 gpm. of 
the South Wel l . 
Ana lys i s of a s amp le (Lab . No. 112,030) c o l -
lec ted Sept . 24 , 1947 af te r pumping 20 min . at 
300 g p m . , showed t h i s w a t e r to have a h a r d n e s s 
of 18.0 g r . pe r ga l . , a r e s i d u e of 349 p p m . , and an 
i r o n content of 0.4 p p m . 
L a r g e i n d u s t r i a l c o n s u m e r s a r e L e i c h E l e c -
t r i c C o . , John C a t e r Mfg. C o . , F a l l s P r o d u c t s 
C o . , and Genoa P r o d u c t s C o . The a v e r a g e to ta l 
e s t i m a t e d pumpage i s 145,000 gpd. 
The I l l ino is C e n t r a l R a i l r o a d owns a wel l 
d r i l l e d to a depth of 700 ft. by the J. P. Mi l l e r 
A r t e s i a n Well Co . , Brookf ie ld , in 1943. I t i s l o -
ca ted a p p r o x i m a t e l y 2300 ft. N. and 800 ft. W. of 
the S. E. c o r n e r of Sec t ion 24, T. 42 N. , R. 4 E. 
The e leva t ion of the g r o u n d sur face is 795 t ft. 
LABORATORY NO. 112,031 
2 - Genoa 
The well was cased with 12 1/2-in. pipe from 
the surface to 30 ft. and with 10-in. pipe from the 
surface to 137 ft. Below the 12 1/2-in. casing the 
well was drilled 12 1/2 in. in diameter to 137 ft., 
followed by a 10-in. hole to the bottom. Upon 
completion of the well the standing water level 
was 46 ft. below the surface. The pumping water 
levels were 88 ft. at 390 gpm.,92 ft. at 397 gpm., 
and 102 ft. at 455 gpm. 
This well is in daily service and supplies 
about 100,000 gpd. for the use of locomotives. 
LABORATORY NO. 112,030 
Sample-study log of the Illinois Central Railroad 
well furnished by the State Geological 
Survey: 
Illinois State Water Survey - Bulletin No. 40 
The village of Germantown (796) installed a 
public water supply in 1909. 
Water is obtained from a well dug to a depth 
of 16 ft. and a diameter of 10 ft. by Frank Norren-
berns and located near the southeast corner of 
Church and Pra i r i e St., 2 1/2 blocks south and 
1/2 block east of the railroad station (or approxi-
mately 550 ft. N. and 1200 ft. W. of the S. E. cor-
ner of Section 4, T. 1 N., R. 4 W.). The ground 
surface elevation at the well site is 435t ft. 
This well is used primarily for fire protection 
purposes, for which it was constructed. 
In 1928 it was reported that the pump was op-
erated about 3/4 hr . per day, and that the well 
was nearly dry after this period. On Mar. 24, 
1948, the static water level was 5 1/2 ft. below the 
top of the concrete well cap (1 ft. above ground 
level). At the same time, the pump was operated 
about 1/2 hr . daily. 
The well is equipped with a Fairbanks-Morse 
centrifugal pump, rated at 70 gpm. against a 
pressure of 50 psi. and driven by a 5-hp. e lec-
GERMANTOWN 
Clinton County 
Apr. 12, 1948 
t r ic motor. 
Analysis of a sample (Lab. No. 113,936) col-
lected Mar. 24, 1948 from the top of the well, 
showed the water to have a hardness of 35.0 gr . 
per gal., a residue of 1018 ppm., and an iron 
content of 0.3 ppm. 
Pumpage is estimated to average 2100 gpd. 
Correlated dr i l l e r ' s log of Germantown coal test 
hole drilled in 1897 furnished by the State 
Geological Survey: 
LABORATORY NO. 113,93 6 
In 1.897, a test-hole was drilled for a coal 
mine at Germantown and located 1400 ft. N. and 
3600 ft. W. of the S. E. corner of Section 4. The 
ground elevation at the site is 438.55 ft. 
Illinois State Water Survey - Bulletin No. 40 
Well A, called the Giant City Well, was drilled 
about 1926 to a depth of 131 ft. by J. B. Weigle, 
Murphysboro, and is located approximately 500 
ft. S. and 100 ft. W. of the N. E. corner of Sec-
tion 3, T. 11 S., R. 1 W. The surface elevation 
is 552± ft. The well is cased with 22 ft. of 8-in. 
pipe. 
The non-pumping water level in 1939 was r e -
ported to be 20 ft. below the ground surface. In 
1943, the use of this well was discontinued. The 
pump and motor were removed, but the eductor 
pipe is still in place. In the spring of 1947, wa-
ter flowed from the well to a reservoir at 6 ft. be-
low ground surface. 
Analysis of a sample (Lab. No. 66030), col-
lected Mar. 9, 1930, showed the water to have a 
hardness of 62.5 gr. per gal., a residue of 1487 
ppm., and an iron content of 24.0 ppm. 
Well B was drilled in 1929 to a depth of 175 
ft. by J. B. Weigle and located at the park custo-
dian's residence (or approximately 1200 ft. N. and 
350 ft. E.of the S. W. corner of Section 35, T. 10 
S., R. 1 W.). The surface elevation is 681 ft. 
The casing extends to a depth of 34 ft. In 
1933, the well was equipped with a Duro pump No. 
70502-F941, operated by a 1/2-hp. electric mo-
tor and was reported to yield about 1/2 gpm. 
GIANT CITY STATE PARK 
Jackson County 
March 17, 1948 
Analysis of a sample (Lab. No. 65439), col-
lected Nov. 17, 1929, showed the water to have a 
hardness of 30.6 gr. per gal., a residue of 892 
ppm., and an iron content of 10.0 ppm. 
The well has not been used since 1943. A wa-
ter supply is furnished by a cistern collecting roof 
run-off. 
Well No. 1, C. C. C. Camp Well, was drilled 
in 1933 to a depth of 344 ft. by C. W. Varner, Du-
buque, Iowa, and is located about 1150 ft. south 
of the custodian's residence (or approximately 
100 ft. N. and 500 ft. E. of the S. W. corner of 
Section 35). The surface elevation is 636t ft. The 
well is cased to a depth of 229 ft. with 6-in. pipe. 
Pumping equipment consists of a Fa i rbanks-
Morse deep well cylinder pump rated at 20 gpm., 
with the cylinder set at a depth of 300 ft., driven 
by a 5-hp. electric motor No. 284891, operating 
at 1740 rpm. 
It was reported that the production was a l -
ways adequate for the camp needs within the ca-
pacity of the pump. 
Analysis of a sample (Lab. No. 73237), col-
lected July 14, 1933, showed the water to have a 
hardness of 33.9 gr . per gal., a residue of 765 
ppm., and a t race of iron'. 
Sample study log of Well No. 4 furnished by the State Geological Surveyr 
2 - Giant City State Park 
This well has not been in service since Well 
No. 4 was placed in service in 1940. 
Well No. 2, Stonefort Hollow, was drilled in 
1933 to a depth of 135 ft. and is located in the 
northern part of the valley of Stone Fork Creek 
(or approximately 1400 ft. S. and 900 ft. W. of the 
N. E. corner of Section 27).- The surface eleva-
tion is 443± ft. 
The well is cased with 6 in. pipe to a depth 
of 82 1/2 ft. and the hole is 6 in. in diameter be-
low that depth. 
In 1933, the non-pumping water level was r e -
ported to be 2 ft. 9 in. below the ground surface, 
and the production by hand pump about 20 gpm. 
Analysis of a sample (Lab. No. 73383), col-
lected Aug. 16, 1933 showed the water to have a 
hardness of 13.2 gr. per gal., and a residue of 
326 ppm. 
The pump was removed in 1943 and a wood 
plug driven in the top of the 6-in. casing. 
Well No. 3, the Lodge Well, is located in the 
southeastern part of the park (or approximately 
1700 ft. N. and 2500 ft. E. of the S. W. corner of 
Section 2, T. 11 S., R. 1 W.). This well is 393 1/2 
ft. deep below a surface elevation of 752± ft. 
The well is equipped with a Meyers deep well 
pump, rated at 6 gpm. and driven by a 3-hp., e lec-
tric motor. 
It was reported thatthe water had a total hard-
ness of 32.7 gr. per gal. This well supplies lodge 
facilities and 12 cabins during season. 
Well No. 4 was drilled in 1940 to a depth of 600 
ft. by the Erie Drilling Co., Litchfield, and is lo-
cated about 2500 ft. northwest of the Lodge (or 
265 ft. S. and 1482 ft. E. of the N. W. corner of 
Section2). The ground surface elevation is 672.79 
ft. 
The hole and casing record is shown in Table 
1. 
TABLE 1 
Hole Record 
10-in. from surface to 140 ft. 
8-in. from 140 to 514 ft. 
6-in. from 514 to 600 ft. 
Casing Record 
10-in. from surface to 140 ft. 
6-in. from surface to 521 ft. 
The State Water Survey made a production test 
on Mar. 8, 1940. After bailing at an average rate 
of 21 1/2 gpm. for 30 minutes, the drawdown was 
about 100 ft. from a static water level of 66 ft. 
Equilibrium conditions were not established. 
It was reported that whentested by the dri l ler , 
the well yielded about 14 gpm. with a drawdown 
of 360 ft. from a non-pumping water level of 143 
ft. 
The well was then " s h o t " at 545 ft. and at 585 
ft. levels. Another test was made, and it was r e -
ported that the well produced about 50 gpm. with 
a drawdown of 230 ft. from a non-pumping water 
level of 170 ft. 
Pumping equipment, installed in 1941, con-
sists of: 370 ft. of 5-in. column pipe; 5 5/8-in., 
35-stage Fairbanks-Morse turbine pump, No. 
10267, rated at 50 gpm. against 469 ft. of head, 
operating at 1750 rpm.; 10 ft. of 5-in. suction 
pipe and strainer; Buda gasoline engine. 
In 1941, the pump yielded 60 gpm. when op-
erating at 1650 rpm. against a 23 ft. head. 
In Mar. 1948, the pump was pulled for r e -
pa i r s , and the Buda gas engine was to be replaced 
LABORATORY NO. 103,558 
by a 2 5 - h p . G e n e r a l E l e c t r i c m o t o r . 
Ana lys i s of a s amp le (Lab . No. 103,558), c o l -
lec ted June 20 , 1945, showed the w a t e r to have a 
h a r d n e s s of 19.2 g r . p e r g a l . , a r e s i d u e of 510 
Gian t Ci ty Sta te P a r k - 3 
p p m . , and an i r o n content of 3.1 p p m . 
P u m p a g e f rom th i s w e l l , dur ing f ru i t -p ick ing 
t i m e , a v e r a g e s about 7000 gpd. 
I l l ino is Sta te Wa te r Survey - Bu l l e t in No. 40 
A w a t e r supply was i n s t a l l ed by the c i ty of 
Gibson (2401) in 1895. 
Wa te r w a s obtained o r ig ina l l y f r o m 3 w e l l s , 
55 ft. in depth and loca ted at the old pumping 
s ta t ion on the w e s t s ide of Melvin St. south of the 
I l l inois C e n t r a l R . R . t r a c k s , (or app rox ima te ly 
350 ft. S. and 1450 ft. W. of the N. E. c o r n e r of 
Sect ion 1 1 , T. 23 N. , R. 7 E . ) . The g r o u n d s u r -
face e l eva t ion i s 760t ft. The we l l s w e r e loca ted 
100 ft. a p a r t in an e q u i l a t e r a l t r i ang le a r r a n g e -
m e n t , with 2 we l l s nor th and south and the t h i rd 
wel l a t the apex of the t r i a n g l e to the w es t . The 
w e l l s w e r e c a s e d with 6 - in . pipe; p e n e t r a t i n g c lay 
and h a r d p a n and t e r m i n a t i n g in a sand s t r a t u m of 
5 ft. t h i c k n e s s . The b o t t o m 5 ft. was c o n s t r u c t e d 
with p e r f o r a t e d pipe wrapped with woven w i r e . 
About 1916, a 15- in . wel l was d r i l l e d to a depth 
of 55 ft. and located about 20 ft; wes t of the p u m p -
ing s t a t ion . In 1930 the wel l w a s c leaned and r e -
bu i l t . The 10-ft . length of No . 3 - s l o t Johnson 
s c r e e n w a s c leaned and the s lo t s e n l a r g e d to No. 
6 s i z e . In 1938 th i s wel l was furn ish ing m o s t of the 
c i ty supply . The wel l was l a t e r plugged at a depth 
of 15 ft. be low the s u r f a c e . 
A n a l y s i s of a s ample ( L a b . No. 80150) c o l -
l ec t ed J an . 16, 1934 showed th i s w a t e r to have a 
h a r d n e s s of 16.4 g r . p e r g a l . , a r e s i d u e of 313 
p p m . , and an i r o n content of 1.0 p p m . 
In 1918, the non-pumping w a t e r l eve l was 10 
ft. be low the ground s u r f a c e . In 1918, dur ing 
pumping o p e r a t i o n s , fine sand w a s being d r a w n 
a round the s t r a i n e r s of the 3 o r i g i n a l we l l s and 
the y ie ld of the we l l s was s e r i o u s l y r e d u c e d . In 
1920, four addi t ional we l l s w e r e d r i l l ed by A. 
Swanson , Gibson , and loca ted 30 ft. a p a r t and in 
a l ine extending e a s t f r o m the apex or w e s t e r l y 
wel l of the o r i g i n a l 3 w e l l s . The new we l l s w e r e 
a l s o 55 ft. deep but c a s e d with 3 - in . pipe and with 
5-ft . length p e r f o r a t e d pipe s c r e e n s . 
In 1927, Well No. 1 was d r i l l e d by A m e r i c a n 
W a t e r C o r p o r a t i o n , A u r o r a , and loca ted on the 
south s ide of T h i r t e e n t h St . be tween Lot t and 
Church St . ( app rox ima te ly 70 ft. S. and 2000 ft. 
W. of the N. E. c o r n e r of Sect ion 11). 
The wel l is 58 ft. deep t e r m i n a t i n g in 20 ft. of 
sand . An o u t e r 3 8 - i n . ca s ing w a s s e t f r o m ground 
su r f ace to 38 ft. and an inne r 2 4 - i n . c a s i n g , with 
24 - in . s c r e e n , was s e t f r o m the g round su r f ace 
to 58 ft. The annular space ou t s ide of the s c r e e n 
and be tween the c a s i n g s w a s packed with g r a v e l . 
The p u m p a s s e m b l y , i n s t a l l ed in Nov. 1941, 
GIBSON CITY 
F o r d County 
Sept . 20, 1949 
c o n s i s t s of 41 ft. of 8- in . co lumn pipe; 1 2 - i n . , 7-
s t age A m e r i c a n Well Works t u rb ine p u m p , No. 
65293, r a t e d at 500 gpm. a g a i n s t 190 ft. of head 
at 1140 r p m . ; 5 ft. of 8 - in . suc t ion p ipe; 40 1/2 ft. 
o f 1 /4- in . a i r l ine ; 4 0 - h p . , 1200 r p m . G e n e r a l 
E l e c t r i c m o t o r . 
The 12- in . b o w l a s s e m b l y that w a s r e p l a c e d in 
Nov. 1941 was heav i ly coa ted with a soft b r o w n d e -
pos i t , which had c a u s e d a c o n s i d e r a b l e r educ t ion 
in the pump efficiency. 
A p roduc t ion t e s t w a s m a d e by the State W a -
t e r Survey on Nov. 19, 1941. Be fo re the t e s t , 
the w a t e r l eve l was 11 3 /4 ft. below ground l eve l 
which is 3 ft. below the pump b a s e . After 4 - h r . 
pumping at 430 g p m . the drawdown was 23 1/4 ft. 
The pumping r a t e was then g r a d u a l l y i n c r e a s e d to 
600 gpm. , and the drawdown af ter 2 - h r . pumping 
was 37 3 /4 ft. 
In a p roduc t ion t e s t m a d e by the S ta te Water 
Survey on May 2, 1939, a f te r 2 - h r . pumping at 
380 gpm. , the d rawdown w a s 20.2 ft. f r o m a w a -
t e r l eve l of 9.8 ft. be low the ground l eve l . On 
Oc t . 14, 1948 the wa te r l e v e l w a s 13 1/2 ft. be low 
ground l eve l , a f te r a 1 9 - h r . non-pumping p e r i o d . 
About the s a m e d a t e , the w a t e r l eve l was 33 1/2 
ft. a f ter a 5 - h r . pumping p e r i o d . 
The p u m p in Well No. 1 i s o p e r a t e d a l t e r -
na t e ly with the pump in Well No. 2 . 
A n a l y s i s of a s a m p l e ( L a b . No. 105,168) c o l -
l ec t ed J an . 3 , 1946 showed the w a t e r in Well No. 
1 to have a h a r d n e s s of 18.1 g r . p e r g a l . , a m i n -
e r a l con ten t of 343 p p m . , and an i r o n content of 
2.0 p p m . 
In Aug. 1939, a t e s t we l l w a s d r i l l ed to a 
depth of 61 ft. 3 in . by H a y e s & S i m s , C h a m p a i g n , 
and loca ted on the south s ide of T h i r t e e n t h St. 
550 ft. w e s t of Well No. 1. 
Ana lys i s of a s a m p l e ( L a b . No. 86117) showed 
t h i s w a t e r to have a h a r d n e s s of 13.1 g r . p e r ga l . , 
a r e s i d u e of 346 p p m . , and an i r o n content of 14.8 
p p m . 
Well No . 2 w a s d r i l l ed in D e c . 1939 to a depth 
of 56 ft. by L a y n e - W e s t e r n C o . , Ch icago , and lo-
ca ted a t the s o u t h e a s t c o r n e r of T h i r t e e n t h and 
State S t . , 1050 ft. w e s t of Well No. 1 (or a p p r o x i -
m a t e l y 75 ft. S. and 2280 ft. E. of the N. W. c o r -
ne r of Sec t ion 11). 
A 30 - in . o u t e r cas ing w a s p l aced f r o m 2 ft. 
above to 36 ft. below the g round su r f ace and an 
2 - Gibson City 
18-in. inner casing from 22 in. above to 36 ft. 
below the surface with an 18-in. Layne stainless 
steel shutter screen extending from 36 to 56 ft. 
The annular space between the casings and out-
side the screen was packed with gravel. 
The pumping assembly made in Jan. 1948 con-
sists of 40 ft. of 6-in. id. column pipe; 8-in. 9-
stage Aurora Pump Co. turbine pump, No. 38164 
having bronze bowls and rated at 300 gpm. against 
220 ft. of head; the overall length of the pump is 
about 10 ft.; 50 ft. of 1/4 -in. gi. air line; 30-hp. 
U. S. electric motor, No. 178760. 
A production test was made by the State Wa-
ter Survey on Jan. 8, 1940 at which time the s ta-
tic water level was 15 1/2 ft. below the ground 
surface of 753± ft. After 8-hr. pumping at 500 
gpm. with equilibrium conditions established, the 
drawdown was 20 1/2 ft. 
A second production test was made by the State 
Water Survey on Sept. 3, 1940. Before the test the 
water level was 14 1/2 ft. below the top of the c a s -
ing, or 3 ft. higher than in Jan. 1940. After 7-hr. 
pumping at 500 gpm. the drawdown was 19.9 ft. 
Thus after 8 months the capacity of this well was 
slightly improved. On Oct. 14, 1948, after 20-
min. pumping at 375 gpm., the water level was 
37 1/2 ft. below the pump base. On a recent date 
the water level was 20 ft. after a 24-hr. non-
pumping period. 
Analysis of a sample (Lab. No. 118,253), col-
lected May 17, 1949, showed this water to have a 
hardness of 20.0 gr. per gal., a residue of 398 
ppm., and an iron content of 1.7 ppm. 
As a consequence of an electrical earth r e -
sistivity survey made by the State Geological 
Survey in 1939, four test holes were drilled in 
July, 1949, by Layne-Western Co. and located 
east of Sangamon St. and north of Fourteenth St. 
Test-hole No. 1 was reported to be 48 ft. deep 
and cased with 6-in. pipe and a 5 ft. length of 6-
in. screen. 
A production test was made of Test-hole No. 
1 on July 21, 1949, by the State Water Survey. 
One hr . before starting the t e s t , the pump in Well 
No. 1, 800 ft. south, was stopped. During that 
period the water level in Test-hole No. 1 raised 
1.4 ft. to 20.5 ft., which was the depth to water at 
the start of the test . After 2-hr. pumping at 47 
gpm. the drawdown was 8.6 ft. and then after the 
next 1 1/2-hr. pumping at 74 gpm. the drawdown 
was 16.5 ft. The pump in Well No. 1 was then 
started and after 1 1/2-hr. pumping in Test-hole 
No. 1 at 74 gpm. the drawdown was 17.9 ft. Three 
min. after stopping the Test-hole pump, but with 
the pump in Well No. 1 still operating, the water 
level in Test-hole No. 1 was 22.0 ft. When pump-
ing in Well No. 1 the water level in Test-hole No. 
1 was lowered 1.4 ft. When pumping in Test-hole 
No. 1 the water level in Test-hole No. 4, located 
400 ft. east and 150 ft. south, was lowered from 
14.4 to 14.7 ft. 
Well No. 3 was completed in Sept., 1949, to a 
depth of 58 ft. by Layne-Western Co. and located 
at the site of Test-hole No. 1. The well casing 
consists of 30-in. outer casing extending from 
2.0 ft. above to 38.0 ft. below ground level, and 
18-in. inner casing extending from 2 ft. 3 in. 
above to 38.0 ft. below ground level. An 18-in. 
Layne No. 4 shutter-type screen, having 19 1/2 
ft. of slot openings, is in place with the bottom set 
at 58 ft. The lower 28 in. of the screen is cone-
shaped. Gravel was packed outside the screen 
and between the casings to about 15 ft. above the 
screen. 
LABORATORY NO. 118,253 
A produc t ion t e s t was m a d e by the State W a t e r 
Survey on Sept . 20 , 1949, us ing a Layne tu rb ine 
p u m p , o p e r a t e d f rom a gaso l ine eng ine . The 6- in . , 
2 - s t a g e pump w a s 4 ft. long and se t with the top 
of the pump at 47 ft. below t h e top of the ca s ing 
or 7 ft. be low the top of the s c r e e n . Before the 
t e s t , the w a t e r l eve l w a s 19.7 ft. be low the top of 
the cas ing and after 8 - h r . pumping a t an a v e r a g e 
r a t e of about 400 g p m . the drawdown w a s 17.9 ft. 
Dur ing the t e s t , when pumping at a m a x i m u m 
r a t e of 472 gpm. , the drawdown w a s 19.9 ft. which 
w a s leve l with the top of the s c r e e n . F i f teen m i n . 
Gibson Ci ty - 3 
af ter s topping the p u m p , the w a t e r l eve l was 22.8 
ft., or 3.1 ft. be low the l eve l a t the s t a r t of the t e s t . 
Ana lys i s of a s amp le ( L a b . No. 119,440) c o l -
l ec t ed Sept . 20 , 1949, after 6 3 / 4 - h r . pumping 
showed t h i s w a t e r to have a h a r d n e s s of 17.7 g r . 
p e r g a l . , a r e s i d u e of 341 p p m . and an i r o n c o n -
t en t of 1.0 p p m . 
Tota l pumpage i s e s t i m a t e d to a v e r a g e 281,000 
gpd., of which 128,000 gpd. is m e t e r e d to i n d u s t r y . 
LABORATORY NO. 119,440 
I l l ino i s Sta te Water Survey - Bul le t in No. 40 
Apub l i c w a t e r supply was i n s t a l l e d in 1896 by 
the c i ty of Gi lman (1554). Unti l 1909, the w a t e r 
w o r k s p lant w a s o p e r a t e d by the Gi lman E l e c t r i c 
Light C o . 
A we l l was d r i l l ed in 1896 and p r i o r to 1913, 
five addi t ional w e l l s w e r e d r i l l e d , e ach to a depth 
of 120 ft. and loca ted at t he w a t e r w o r k s p lant on 
the w e s t s ide of H a r t w e l l St . , south of the To ledo , 
P e o r i a and W e s t e r n R. R. (or a p p r o x i m a t e l y 140 
ft. S. and 2210 ft. E. of the N. W. c o r n e r of S e c -
t ion 6, T. 26 N . , R. 14 W.). The ground e l e v a -
t ion is 654± ft. 
T h r e e of the we l l s w e r e c a s e d with 2 - in . pipe 
and the o t h e r 3 with 6- in . p ipe . At f i r s t , e ach 
we l l was fi t ted with a s t r a i n e r having 3 / 8 - i n . p e r -
fo r a t i ons , bu t , b e c a u s e of the f i nenes s of the w a -
t e r - b e a r i n g sand , the s t r a i n e r s w e r e c o n s i d e r e d 
u s e l e s s and w e r e r e m o v e d . 
In 1913, w a t e r flowed f r o m the tops of the 
we l l s into a co l lec t ing r e s e r v o i r . E a c h wel l was 
equipped with an a i r p ipe , in o r d e r to apply a i r 
p r e s s u r e in c a s e the flow s lacked off. 
In 1917, a 4 - i n . wel l w a s added to the g roup , 
and the ci ty w a t e r supply was obtained f r o m 2 of 
the 6- in . w e l l s and the 4 - i n . we l l . The 2 - in . w e l l s 
had a s l igh t flow but con t r ibu ted a v e r y s m a l l 
p a r t of the supply , and w e r e subsequen t ly a b a n -
doned. 
The south 6- in . we l l w a s equipped with an a i r 
lift, with 80 ft. of 3 / 4 - i n . a i r p ipe . In 1918 the a i r 
lift w a s o p e r a t e d about 6 h r . dai ly a t an e s t i m a t e d 
r a t e of 100 g p m . The m e a s u r e m e n t of d i s c h a r g e 
was m a d e f r o m the w a t e r l e v e l s i n the r e s e r v o i r 
but w a s not exac t b e c a u s e of the m e a s u r e m e n t s 
being m a d e n e a r the d i s c h a r g e p i p e , w h e r e t h e r e 
w a s c o n s i d e r a b l e t u r b u l e n c e . The south 6- in . 
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wel l i s s t i l l in s e r v i c e with the s a m e a i r lift 
a s s e m b l y . On Nov. 5 , 1948 the d i s c h a r g e over the 
a e r a t o r w a s e s t i m a t e d t o be 50-60 gpm. 
The n o r t h 6 - in . wel l fai led on Oc t . 15 , 1948. 
Lowel l F r e n c h , A s h k u m , r e p o r t e d that h e ba i led 
out 32 ft. of sand and c o r r o d e d p i e c e s of cas ing 
to a depth of 128 ft. The we l l h a s not b e e n re -
t u rned to s e r v i c e and m a y be abandoned b e c a u s e 
of i t s p r o x i m i t y to the new 5- in . we l l , about 8 ft. 
e a s t . 
The 4 - i n . we l l fai led on Oct . 15, 1948 and 
wi l l p robab ly be abandoned . 
In 1921, two 8- in . w e l l s w e r e d r i l l e d by O. H. 
S t i egman , R o b e r t s , and loca t ed - one at 10 ft. 
no r th and the o the r at 20 ft. south of the pumping 
s t a t ion . The 2 we l l s w e r e sa id to be iden t ica l in 
c o n s t r u c t i o n and to be 120 and 135 ft. d e e p . At 
the top of e ach wel l is a r e s e r v p i r 9 ft. deep and 
6 ft. in d i a m e t e r below a depth of 3 1/2 ft. The 
upper 3 1/2 ft. is d r a w n in to about 3 ft. d i a m e t e r 
and c o v e r e d with a l id . 
The top of the 8- in . c a s i n g in the no r th wel l 
i s 8 ft. 3 i n . be low the cove r p l a t e . T h e no r th 8-
in . wel l h a s b e e n out of s e r v i c e about 3 or 4 
y e a r s . 
The south 8- in . we l l fai led Oct . 15, 1948 and 
w a s r e h a b i l i t a t e d by Lowel l F r e n c h . A 6- in . c a s -
ing was d r i v e n to a depth of 128 ft. 5 in . be low the 
wel l l id . The b o t t o m 5 ft. of c a s ing w a s p e r f o r a t e d 
with 3 / 8 - i n . h o l e s spaced 1 in . a p a r t . After b a i l -
ing out about 22 ft. of sand and c o r r o d e d p i e c e s of 
8- in . c a s i n g , a p roduc t ion t e s t was m a d e . When 
pumping at a r a t e of 120 gpm. the drawdown w a s 
23 ft. f r o m a non-pumping w a t e r l eve l of 3 ft. b e -
low the top of the l id . The top 5 ft. of cas ing was 
subsequen t ly cut off and a t ee welded to the c a s -
LABORATORY NO. 116,361 
2 - G i lman 
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ing to p e r m i t a f ree flow to the s t o r a g e r e s e r v o i r 
at the top of the we l l . 
B e c a u s e of the u r g e n t demand for w a t e r , the 
south 8- in . w e l l w a s i m m e d i a t e l y r e t u r n e d to 
s e r v i c e . Water i s t e m p o r a r i l y pumped by suct ion 
lift and d i s c h a r g e d th rough a f i re h o s e . I t is 
planned to i n s t a l l a Westco cen t r i fuga l pump with 
40 ft. of 2 - in . suct ion p ipe . 
Ana lys i s of a s a m p l e (Lab . No . 116,361) c o l -
lec ted Nov. 5 , 1948 af ter cont inuous pumping at an 
e s t i m a t e d r a t e of 100 g p m . , showed th i s w a t e r to 
have a h a r d n e s s of 36.0 g r . p e r g a l . , a r e s i d u e of 
947 p p m . , and an i r o n content of 2.2 ppm. 
All w a t e r is a e r a t e d and softened. Ana lys i s of 
a s ample (Lab . No. 116,353) co l lec ted Nov. 5, 1948 
showed the t r e a t e d w a t e r to have a h a r d n e s s of 2.2 
g r . pe r ga l . , a r e s i d u e of 1036 p p m . , and an i r o n 
content of 0.2 p p m . 
A well was comple t ed at a depth of 129 ft. in 
Oct . 1948 by Lowel l F r e n c h , and loca ted 8 ft. south 
and 2 ft. e a s t of the no r th 6- in . we l l . The d r i l l ing 
extended to 141 ft. but the bo t tom, f r o m 129 to 141 
ft. , w a s a fo rma t ion of b lue c l ay . I m m e d i a t e l y 
above the blue c l ay format ion was b rown d i r t y 
sand f r o m 119 to 122 ft. and g r a v e l f rom 122 to 
129 ft. 
The wel l w a s c a s e d with 124 ft. of 5 - in . pipe 
and 5 ft. of 5- in . Johnson E v e r d u r s c r e e n having 
No. 40 s lot open ings . 
When comple t ed , a p roduc t ion t e s t was m a d e 
by the d r i l l e r . After 3 - h r . pumping a t an a v e r -
age r a t e of 112 1/2 gpm. , the drawdown was 25 ft. 
f r o m a non-pumping w a t e r l eve l of 2 ft. be low 
the ground s u r f a c e . All o the r we l l s a t the s i te 
w e r e i d l e . 
Tota l pumpage i s e s t i m a t e d to a v e r a g e 105,500 
gpd. 
I l l inois Sta te Water Survey - Bul le t in No. 40 
The publ ic w a t e r supply was i n s t a l l ed by the 
v i l lage of Glasford (782) in 1917. 
At tha t t i m e a wel l was d r i l l e d to a depth of 
1669 ft. by R. J . B a u e r e i s e n , and located n e a r the 
c e n t e r of the v i l lage (or a p p r o x i m a t e l y 2100 ft. N. 
and 450 ft. E. of the S. W. c o r n e r of Sect ion 22 , 
T. 7 N . , R. 6 E . ) . The e leva t ion of the g round 
su r face is 610± ft. 
The wel l w a s c a s e d f r o m the su r f ace to a depth 
of 620 ft. with 10- in . wi . p ipe . The d i a m e t e r of the 
b o r e was 10 in . f r o m 620 to 1130 ft. and 8- in . b e -
low tha t depth . 
The following pump a s s e m b l y , i n s t a l l e d in 
1945 by Mike E b e r t , Washington , is in p l ace : 130 
ft. of 5 - in . id . co lumn pipe; 8 - in . , 10-s tage P o m a 
E l e c t r i c Unidr ive t u r b i n e , r a t e d a t 175 gpm. 
aga in s t 130 ft. of head; 10 ft. of suct ion pipe and 
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s t r a i n e r ; 2 0 - h p . , 1760 r p m . West inghouse e l e c -
t r i c m o t o r . T h e r e i s n o a i r l i n e . 
When the wel l was c o m p l e t e d , the n o n - p u m p -
ing w a t e r l eve l w a s 60 ft. be low the ground s u r -
face . I t w a s r e p o r t e d tha t , dur ing a t e s t , w a t e r 
w a s pumped at a r a t e of 140 gpm. for 5 h r . The 
d r i l l e r r e p o r t e d tha t the wel l was b a l e d for 1 h r . 
at a r a t e of 105 gpm. without lower ing the w a t e r 
l e v e l . 
Ana lys i s of a s a m p l e (Lab . No. 109,096), c o l -
lec ted J an . 3 1 , 1947, af ter 5 - m i n . pumping , showed 
the wa te r to have a h a r d n e s s of 13 g r . p e r ga l . , a 
r e s i d u e of 1866 p p m . , and an i r o n content of 1.0 
p p m . 
The w a t e r i s a e r a t e d . 
P u m p a g e i s e s t i m a t e d to a v e r a g e 65,000 gpd. 
C o r r e l a t e d d r i l l e r ' s log of wel l d r i l l ed in 1917 furnished by the State Geo log ica l Survey : 
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LABORATORY NO. 109.096 
I l l inois Sta te Water Survey - Bul le t in No. 40 
An a t t e m p t was made in 1939 to i n s t a l l a p u b -
l ic w a t e r supply for the v i l lage of Glen C a r b o n 
(1091). A dug we l l , 10 ft. in d i a m e t e r , and cu rbed 
with p o r o u s c o n c r e t e , was c o n s t r u c t e d in the ba l l 
p a r k in the va l l ey of Judy ' s B ranch (or a p p r o x i -
m a t e l y 950 ft. N. and 100 ft. W. of the S. E. c o r -
ne r of Sect ion 3 3 , T. 4 N., R. 8 W.). At a depth 
of 33 ft. only blue mud had been p e n e t r a t e d and 
the m a x i m u m inflow was 8 ft. of w a t e r in 13 h r . 
A s m a l l auger hole was put down to an addi t iona l 
depth of 30 ft. bu t no i m p o r t a n t w a t e r - b e a r i n g 
fo rma t ion w a s p e n e t r a t e d . 
The State Water Survey m a d e a p roduc t ion 
t e s t in each of 2 t e s t p i t s . One p i t had been o r i -
ginal ly cons t ruc ted in 1890 as a mine vent i la t ing 
shaft , but had been abandoned when the shaft b e -
c a m e flooded with wa te r at a depth of 40 ft. The 
shaft w a s located within the v i l lage l i m i t s about 
100 ft. n o r t h e r l y of the c e n t e r l ine of the L i t c h -
field and Madison R. R . t r a c k s . The t e s t m a d e 
by the State Water Survey on Aug. 3 1 , 1939 i n d i -
ca ted a y ie ld of about 11 gpm. 
Ana lys i s of a s a m p l e ( L a b . No. 86250) c o l -
lec ted Aug. 3 1 , 1939 showed th i s w a t e r to have a 
h a r d n e s s of 43.5 g r . pe r g a l . , a r e s i d u e of 966 
p p m . , and an i r o n content of 0.2 p p m . 
The second pit had b e e n c o n s t r u c t e d by the 
v i l lage and loca t ed 340 ft. n o r t h e a s t e r l y f rom the 
old vent i la t ing shaft . The ins ide d imens ions of 
the pi t w e r e 5 3 /4 x 5 3 /4 ft. af ter be ing cu rbed 
with t i m b e r to a depth of 26 ft. An auger hole f r o m 
26 to 51 ft. p e n e t r a t e d h a r d tough sha le f rom 26 
to 49 ft. and soft g r ave l l y c lay with w a t e r f r o m 
49 to 51 ft. 
The t e s t m a d e by the State Water Survey on 
Aug. 3 1 , 1939 ind ica ted a yield of l e s s than 49 
gpm. 
GLEN CARBON 
Madison County 
D e c . 3, 1948 
Ana lys i s of a s a m p l e (Lab . No. 86252) c o l -
lec ted Aug. 3 1, 1939 showed th i s w a t e r to have a 
h a r d n e s s of 19.5 g r . p e r g a l . , a r e s i d u e of 400 
p p m . , and no i r o n . 
Wate r is obtained f r o m a wel l d r i l l ed in 1940 
to a depth of 72 ft. by Ha ro ld Watson , E a s t St. 
L o u i s , and loca ted in the A m e r i c a n B o t t o m s about 
1 1/4 mi l e sou thwes t of Glen Ca rbon (or a p p r o x i -
m a t e l y 1800 ft. S. and 4500 ft. E. of the N. W. c o r -
n e r of Sect ion 5, T. 3 N . , R. 8 W.). The e l eva t ion 
of the ground su r face is 440± ft. 
C o r r e l a t e d d r i l l e r ' s log of we l l d r i l l e d in 1940 
fu rn i shed by the State Geolog ica l Survey: 
The wel l w a s c a s e d with 6- in . pipe to a depth 
of 62 ft. and with 10 ft. of Johnson E v e r d u r welded 
s c r e e n , having No. 20 s lo t open ings . 
A p roduc t ion t e s t was m a d e by the State Water 
Survey on A p r . 5 , 1940. Before the t e s t , w a t e r 
had been pumped a t an unknown r a t e for 45 1 /2 h r . 
After a 30 -minu t e shu t -down the w a t e r l eve l was 
24 1/2 ft. be low ground leve l and then af ter 4 - h r . 
LABORATORY NO. 116,649 
2 - Glen C a r b o n 
pumping at 65 gpm. the d rawdown w a s 12 ft. The 
pumping r a t e was then i n c r e a s e d and af ter 1-hr. 
pumping at 80 g p m . the d rawdown w a s 15 ft. On 
D e c . 3 , 1948 the non-pumping w a t e r l eve l was 28 
ft. below the p u m p b a s e . 
The pumping equ ipment c o n s i s t s of 50 ft. of 
4 - i n . co lumn p ipe ; 6- in . , 8 - s t a g e Cook tu rb ine 
p u m p , No . 4532, r a t e d at 60 g p m . a g a i n s t 75 ft. 
of head ; the o v e r a l l length of the pump is 37 7 /8 
in . ; 55 ft. of 1/4-in. a i r l i ne ; 10 ft. of 4 - i n . s u c -
t ion p ipe ; 2 - h p . , 1800 r p m . U. S . e l e c t r i c m o t o r 
No. 241287. 
A n a l y s i s of a s ample ( L a b . No . 116,649), c o l -
lec ted D e c . 3 , 1948 af ter 10 -min . pumping showed 
t h i s w a t e r to have a h a r d n e s s of 40 .4 gr . per g a l . , 
a r e s i d u e of 867 p p m . , and an i r o n content of 3.0 
p p m . 
The munic ipa l i ty owns a t r e a t m e n t p lan t 
which was not in o p e r a t i o n when v i s i t e d . 
P u m p a g e i s e s t i m a t e d to a v e r a g e 12,100 gpd. 
I l l inois State Water Survey - Bul le t in No. 40 
A publ ic w a t e r supply w a s i n s t a l l e d by the 
v i l lage of Glen El lyn (8055) about the y e a r 1907. 
The in i t i a l supply was obtained f r o m a wel l 
d r i l l ed to a depth of 310 ft. and c a s e d with 8- in . 
p ipe to r o c k at a depth of 115 ft. It was loca ted 
about 150 ft. no r th of Pennsy lvan ia Ave . and 300 
ft. w e s t of Main St. Water w a s r e p o r t e d in the 
l i m e s t o n e fo rmat ion at dep ths of 125 and 196 ft. , 
and in a 13-ft . ve in at a depth of 266 ft. The low-
er 31 ft. of the wel l was d r y h a r d r o c k . 
A p roduc t ion of 500 gpm. was obtained in a 
t e s t m a d e in 1916. After pumping for 6 to 7 h r . 
the drawdown w a s 93 ft. f rom a non-pumping w a -
t e r l eve l of 42 ft. be low the s u r f a c e . 
Th i s wel l w a s in use as a s o u r c e of supply 
unt i l about 1939. I t was then ma in ta ined for e m -
e r g e n c y p u r p o s e s un t i l 1944, when the a i r lift 
equ ipmen t was r e m o v e d and sold . The wel l h a s 
b e e n abandoned. 
Well No. 2 was d r i l l ed in 1922 to a depth of 
352 ft. by W . L . Thorne C o . , Des P l a i n e s , and l o -
cated about 60 ft. no r th of the o lde r wel l ( a p p r o x i -
m a t e l y 1400 ft. N. and 1200 ft. E. of the S. W. c o r -
n e r of Sec t ion 1 1 , T. 39 N. , R. 10 E . ) . The e l e -
va t ion of the top of the c o n c r e t e pump b a s e is 
761.45 ft. 
The wel l i s r e p o r t e d c a s e d with 12- in . pipe 
to a depth of 116 ft. be low which the hole was 1 2 -
in . d i a m e t e r to a depth of 235 ft. 10 in . f rom 235 
ft. to the b o t t o m . A 64-f t . l i ne r of 10- in . pipe 
was p l aced to c a s e off the s h a l e . 
The following pump i n s t a l l a t i o n i s in s e r v i c e : 
159 ft. of 8- in . co lumn p ipe ; 12- in . , 9 - s t a g e 
Layne tu rb ine p u m p , No. 5594, having a r a t e d c a -
pac i ty of 750 gpm. aga in s t 160 ft. of head ; the 
GLEN E L L Y N 
Du P a g e County 
June 17, 1947 
length of the pump is 8 1/2 ft.; 20 ft. of 8 - in . s u c -
t ion p ipe ; 159 ft. of 1 / 4 - i n . wi . a i r l ine ; 50 -hp . 
Wes t inghouse e l e c t r i c m o t o r . 
F r o m May , 1943 to June , 1947, the n o n - p u m p -
ing l eve l s f luctuated b e t w e e n the r a n g e of 66 to 76 
ft. and w e r e o b s e r v e d dur ing id le p e r i o d s va ry ing 
f r o m 1 to 7 w e e k s , and show i n t e r f e r e n c e f r o m 
pump o p e r a t i o n s at wel l No. 3 loca ted about 850 
ft. n o r t h w e s t . On Oct . 6, 1942 af ter the pump had 
b e e n in ope ra t i on for 8 h r . at a r a t e of 750 gpm. 
the w a t e r l eve l w a s 138 1/2 ft. be low the pump 
b a s e , and on July 29, 1943 af ter 3 1/2-hr. o p e r a -
t ion, when the pump in Wel l No. 3 was in con t inu -
ous o p e r a t i o n at a r a t e of 770 g p m . , the wa te r 
l eve l d ropped to 150 1/2 ft. On June 16, 1947 the 
pumping w a t e r l eve l was 144 ft. 
Ana lys i s of a s amp le (Lab . No . 110,684) c o l -
l e c t e d June 16, 1947 af te r 6 1/2-hr. pumping at 
750 gpm. showed th i s w a t e r to have a h a r d n e s s 
of 16.9 g r . pe r ga l . , a r e s i d u e of 471 ppm. , and 
an i r o n content of 0.5 p p m . 
S a m p l e - s t u d y log of Well No. 3 by Sta te 
Geolog ica l Survey : 
Dur ing 1947 the o p e r a t i o n of t h i s we l l unit was 
LABORATORY NO. 110,684 
2 - Glen El lyn 
a l t e r n a t e d month ly with Well No . 3 . 
Well No. 3 w a s d r i l l e d in 1941 to a depth of 
422 ft. by Ray F e u e r b o r n , B a t a v i a , and loca ted 
about 120 ft. south of Cot tage Ave . and 110 ft. 
e a s t of P r a i r i e Ave . ( app rox ima te ly 1970 ft. N. 
and 550 ft. E. of the S. W. c o r n e r of Section 11). 
The e leva t ion of the top of the c o n c r e t e pump b a s e 
is 788.7 ft. 
The wel l is c a s e d with 137 1/2 ft. of 18- in . od. 
pipe extending 1 1/2 ft. above ground level and 
the hole w a s f inished 16 in . in d i a m e t e r a t the 
bo t tom. 
A p roduc t ion t e s t was m a d e on Dec . 3 , 1941 
by the State Water Survey . Befo re the t e s t the 
w a t e r l eve l was 94 1/2 ft. be low the top of the 
ca s ing , and af ter pumping one h r . a t 860 gpm. 
the d rawdown w a s 102 1/2 ft. The pumping r a t e 
was r e d u c e d to 770 gpm. and af ter 5 - h r . pumping 
a t tha t r a t e a p p a r e n t e q u i l i b r i u m w a s a t t a ined . 
The d rawdown was 82 1/2 ft. The pump in Well 
No. 2 w a s ope ra t ed i n t e r m i t t e n t l y dur ing the 
t e s t . The mu tua l lower ing i n pumping w a t e r l e -
ve l was about 5 ft. 
The ex i s t ing pump in s t a l l a t i on , m a d e in July 
1943, i s : 220 ft. of 8- in . co lumn p ipe ; 12- in . , 3-
s tage A m e r i c a n Well Works tu rb ine pump (Shop 
No. 67670) having a r a t e d capac i t y of 750 gpm. 
aga in s t 205 ft. of head ; 10 ft. of 8- in . suct ion 
p ipe; 220 ft. of 1 / 4 - i n . g i . a i r l ine ; 60-hp . U. S. 
e l e c t r i c m o t o r . 
Water l eve l s r e p o r t e d f r o m Sept . 1943 to Aug. 
1945 showed wide f luc tua t ions . A leve l of 95 ft. 
below the p u m p b a s e was o b s e r v e d on Dec . 9 , 1943 
af ter a 40 -day idle pe r iod . Other o b s e r v a t i o n s 
m a d e dur ing th i s pe r iod show: non-pumping l e -
v e l s r ang ing be tween 93 and 98 1/2 ft. and p u m p -
ing l eve l s r ang ing be tween 155 and 170 ft. below 
the p u m p b a s e . Subsequent o b s e r v a t i o n s of w a t e r 
l eve l s to June , 1947 show about the s a m e c o n d i -
t i o n s . 
Ana lys i s of a s a m p l e co l l ec ted Dec . 3, 1941 
showed th i s wa te r to have a h a r d n e s s of 18.6 g r . 
pe r ga l . , a m i n e r a l content of 435 p p m . , and an 
i r o n content of 0.7 p p m . The g e n e r a l c h a r a c t e r 
was s i m i l a r to that of the wa te r obta ined f r o m the 
No. 2 w e l l . 
The o p e r a t i o n of t h i s wel l in 1947 w a s a l t e r -
nated month ly with Well No. 2 . 
The combined to ta l m e t e r e d pumpage f r o m 
Aug. 1, 1943 to May 1, 1947 a v e r a g e d 662,300 
gpd. which v a r i e d f rom a w in t e r m i n i m u m a v e r -
age of 448,000 to a s u m m e r m a x i m u m a v e r a g e of 
805,000 gpd. 
I l l ino i s Sta te Water Survey - Bul le t in No. 40 
Glenview Coun t rys ide i s a s t r i c t l y r e s i d e n t i a l 
deve lopmen t loca ted about 1/4 m i . wes t of the 
w e s t v i l lage l i m i t s of Glenview and lying be tween 
Glenview Rd. on the no r th , C e n t r a l Rd . on the 
south , and extending w e s t a long C e n t r a l Rd. to 
Mi lwaukee Ave . 
The c o m m u n i t y w a t e r supply s y s t e m was i n -
s ta l l ed in M a r . 1940 and is owned by the A r t h u r 
T . Mcintosh C o . I t i s l e a s e d and o p e r a t e d by the 
Suburban Water Co . , and on June 12, 1946, w a s 
se rv ing 400 h o m e s . 
Water i s obta ined f r o m 2 we l l s d r i l l ed by Henry 
Boysen , J r . , L i b e r t y v i l l e . 
Wel l No. 1 is loca ted about 100 ft. south of 
L inneman Rd. and 200 ft. e a s t of Greenwood Rd . 
(or a p p r o x i m a t e l y 1200 ft. N. and 2450 ft. W. of 
the S. E. c o r n e r of Sec t ion 3 3 , T. 42 N . , R. 12 E . ) . 
The e leva t ion of the su r face of the g r o u n d at the 
wel l is 680± ft. 
The wel l w a s d r i l l e d in 1939 to a depth of 572 
ft. and w a s c a s e d with 8- in . pipe f rom the s u r -
face to a depth of 183 ft., and with 6- in . pipe f r o m 
the su r face to a depth of 380 ft. 10 in . 
An 8 - h r . p roduc t ion t e s t was m a d e af ter the 
comple t ion of the wel l in 1939. When pumping , 
at a r a t e of 100 g p m . , the d rawdown was 12 ft. 
f r o m a non-pumping w a t e r l e v e l of 212 ft. below 
the pump b a s e . 
The p u m p ins t a l l a t i on , comple t ed in M a r . 
1940, is s t i l l in s e r v i c e : 260 ft. of 4 - i n . co lumn 
pipe; 6 - in . , 2 8 - s t a g e Cook tu rb ine pump r a t e d a t 
100 g p m . aga ins t 50 p s i . d i s c h a r g e p r e s s u r e ; 260 
ft. of a i r l ine ; 10 ft. of 3 1/2-in. suc t ion pipe; 2 0 -
h p . U. S . e l e c t r i c m o t o r . 
A n a l y s i s of a s a m p l e (Lab . No. 106,729) c o l -
GLENVIEW COUNTRYSIDE 
Cook County 
June 14, 1946, 
l ec ted June 13, 1946 f r o m the pump d i s c h a r g e t ap 
af ter s e v e r a l h o u r s pumping a t 100 gpm. , showed 
the w a t e r f r o m th i s wel l to have a h a r d n e s s of 
21.8 g r . p e r ga l . , a r e s i d u e of 651 p p m . , and an 
i r o n content of 0.1 p p m . 
Well No. 2 is loca ted about 150 ft. south of 
L inneman Rd. and 100 ft. w e s t of R e v e r e Rd . (or 
a p p r o x i m a t e l y 1150 ft. N. and 1200 ft. E. of the 
S. W. c o r n e r of Sect ion 33). The e l eva t ion of the 
su r face of the g round at the wel l is 680± ft. 
The we l l w a s d r i l l ed to a depth of 606 ft. and 
comple t ed in Aug. 1941. I t i s c a s e d with 10- in . 
pipe f r o m the su r f ace to a depth of 274 ft. The 
hole b e l o w the cas ing is 10 in . in d i a m e t e r . 
Dur ing an 8 - h r . t e s t upon comple t ion of the 
we l l , w a t e r was pumped at a r a t e of 200 gpm. 
The drawdown w a s 26 ft. f r o m a s t a t i c w a t e r l e -
ve l of 188 ft. below the p u m p b a s e . 
The pump ins t a l l a t ion w a s m a d e in 1941 and 
is s t i l l in s e r v i c e : 270. ft. of 5 - in . co lumn p ipe ; 
8- in. , 15 - s t age Cook tu rb ine pump r a t e d a t 200 
gpm. aga in s t 50 p s i . d i s c h a r g e p r e s s u r e ; the 
o v e r a l l length of the pump is 6 ft. 9 5 /8 in . ; 270 ft. 
a i r l ine ; 20 ft. of 5 - in . suct ion pipe with a 1-ft. 
1 1/8-in. t a p e r e d s t r a i n e r ; 20 -hp . U. S. e l e c t r i c 
m o t o r . 
A s a m p l e of w a t e r was co l l ec ted June 13, 
1946 f r o m a house t ap loca ted 100 ft. f r o m the 
wel l after the pump had b e e n in o p e r a t i o n for 
s e v e r a l h o u r s . The d i s t r i b u t i o n line was not c o n -
nec ted with the supply f r o m Well No. 1 . T h i s w a -
t e r was found to have a h a r d n e s s of 18.8 g r . pe r 
ga l . , a m i n e r a l content of 581 p p m . , and an i r o n 
conten t of 0.1 p p m . The g e n e r a l c h a r a c t e r w a s 
s i m i l a r to tha t of the wa te r obta ined f r o m the 5 7 2 -
ft. we l l , excep t ing for the t e m p e r a t u r e which w a s 
54 .3° F . 
LABORATORY NO. 106,729 
2 - Glenview Coun t rys ide 
P u m p a g e for the y e a r of 1945 a v e r a g e d 29,000 
gpd. The w a t e r i s not t r e a t e d . 
Well No. 2 was d r i l l ed in 1925 for the vi l lage 
of Glenview and loca ted about 1 m i . e a s t of the 
Glenview C o u n t r y s i d e w e l l s . The e l eva t ion of the 
ground su r face is 655± ft. 
S a m p l e - s t u d y log of Glenview Well No . 2 fu rn i shed by the State Geo log ica l Survey : 
I l l inois . Sta te Water Survey - Bul le t in No. 40 
The publ ic water, supply w a s i n s t a l l ed by the 
v i l lage of Grand Ridge (385) in 1915. 
Wa te r i s ob ta ined f r o m 2 sand and g r a v e l 
we l l s at the pumping s ta t ion on a v i l l age-owned 
lot in the e a s t c e n t r a l p a r t of town (or a p p r o x i -
m a t e l y 800 ft. S. and 1015 ft. E. of the N. W. c o r -
n e r of Sect ion 24, T. 32 N. , R. 3 E . ) . 
The West Well was d r i l l ed in 1915 by the C e n -
t r a l Eng inee r ing Co . I t was r e p o r t e d to be 162 ft. 
in depth below a ground su r face e leva t ion of 652± 
ft. 
C o r r e l a t e d d r i l l e r ' s log of the West Well 
furn ished by the State Geo log ica l Survey: 
The wel l was r e p o r t e d to be c a s e d with 10- in . 
pipe to a depth of 150 ft. be low which was p laced 
a 10-ft. length of Cook s c r e e n . In 1920 the s c r e e n 
b e c a m e loose and was r e m o v e d . A 16-ft . length 
of 8- in . c a s i n g , pe r fo ra t ed with 3 / 4 - i n . h o l e s , and 
s u r r o u n d e d by copper w i r e gauze , was a t t ached 
below the work ing b a r r e l and sunk 12 ft. into the 
sand and g r a v e l . The working b a r r e l was r e -
por ted to be at a depth of 150 ft. and 16 ft. above 
the bo t t om of t h e w e l l . 
The wel l is equipped with a Keystone D r i l l e r 
C o . doub le -ac t ing deep -we l l pump with a 5 3 / 4 - i n . 
cy l inder a t t ached to 150 ft. of 8- in . d rop p ipe . 
The pump o p e r a t e s aga ins t a head of 270 ft. and 
i s g e a r - c o n n e c t e d to a 1 0 - h p . , 8 6 0 r p m . W e s t i n g -
GRAND RIDGE 
La Sal le County 
June 19, 1947 
h o u s e e l e c t r i c m o t o r , No. 1348284. 
When the wel l was c o m p l e t e d , the w a t e r l e -
ve l was r e p o r t e d to be 37 1 /2 ft. below the s u r -
face; and a f t e r pumping 22 h r . a t 70 gpm. , t h e r e 
was no ind ica t ion of exhaus t ion . The pumping 
w a t e r l eve l could not be m e a s u r e d . In Oct . 1922 
the non-pumping w a t e r l eve l was 125 ft.; and 
af ter pumping 2 1/4 h r . at about 88 gpm. , the d r a w -
down was 5 ft. 
The wel l i s ma in t a ined for e m e r g e n c y u s e . 
Ana lys i s of a s amp le (Lab . No. 103,251), c o l -
lec ted June 17, 1945, showed the w a t e r f rom th i s 
we l l to have a h a r d n e s s of 4.8 g r . pe r ga l . , a 
m i n e r a l con ten t of 356 p p m . , and an i r o n content 
of 7.2 p p m . 
Well No. 2 was d r i l l ed in 1926 by John S c h o m a s , 
Ot tawa . It is loca ted 10 ft. e a s t of the o lde r wel l 
and is 156 ft. d e e p . I t was c a s e d with 10- in . pipe 
and an 11-ft . s c r e e n was p l aced in the bo t tom. 
The pumping equ ipment , ins ta l l ed in 1943, 
c o n s i s t s of 135 ft. of 4 - i n . co lumn pipe; 5 - in . , 
2 2 - s t a g e F a i r b a n k s - M o r s e tu rb ine pump, No . 
3 W 30443, r a t e d at 125 gpm. ; the pump is 9 ft. 
long and h a s a s c r e e n a t t ached at the bo t tom; 135 
ft. o f 1 /4- in . a i r l i n e ; 15 -hp . , 1 7 5 5 - r p m . F a i r -
b a n k s - M o r s e e l e c t r i c m o t o r , No. 479026. 
The pump is r e p o r t e d to d i s c h a r g e 125 gpm. 
aga in s t 5 2 - l b . p r e s s u r e . 
In July 1927 the w a t e r l eve l was 122.2 ft. 
f rom the top of the cas ing ; and af ter pumping 45 
m i n . , the w a t e r was l o w e r e d 9 ft. 2 in . In the 
fall of 1943 af ter the new pump was i n s t a l l ed , the 
w a t e r l eve l was 125 ft.; and af te r pumping a few 
m i n u t e s a t 125 g p m . , the p u m p b r o k e suc t ion . 
LABORATORY NO. 110,769 
2 - Grand Ridge 
When operating at 75 gpm., the water was low-
ered 9 ft. In Jan. 1945, it was reported that the 
pump was repaired because water leaked into the 
shaft tube and up around the line shaft. 
Analysis of a sample (Lab. No. 110,769), col-
lected June 19, 1947 after pumping 10-min. , 
showed the water from Well No. 2 to have a 
hardness of 5.9 gr. per gal., a residue of 358 
ppm., and an iron content of 0.4 ppm. 
The water is not treated. 
Pumpage is estimated at 30,000 gpd. 
I l l ino i s Sta te Water Survey - Bul le t in No. 40 
A public w a t e r supply was i n s t a l l ed by the v i l -
lage of G r a n t P a r k (519) in 1887. 
Water is obta ined f rom a wel l d r i l l ed in 1904 
and l oca t ed about 100 ft. n o r t h of Tay lor St . and 
50 ft. e a s t of E a s t Main St. (or a p p r o x i m a t e l y 
1500 ft. N. and 300 ft. E. of the S. W. c o r n e r of 
Sec t ion 20, T. 32 N . , R. 14 E . ) . The sur face e l e -
vat ion is 700± ft. 
The wel l was o r ig ina l ly d r i l l ed 8 in . in d i -
a m e t e r into l imes tone at a depth of 147 ft. and 
w a s c a s e d to a depth of 75 ft. 
The non-pumping w a t e r l eve l in 1917 was 30 
ft. below the top of the we l l . 
The well was deepened in 1919 to 251 ft., and 
c a s e d to a depth of 60 ft. The old pump was r e -
i n s t a l l ed with the cy l inder at a depth of 130 ft. , 
and 20 ft. of suct ion pipe was added. After d e e p -
ening, the wel l p roduced 87 gpm. with no a p p a r e n t 
d rawdown f r o m a non-pumping wa te r l eve l of 30 
ft. below the ground su r f ace . In 1938 the n o n -
pumping w a t e r l eve l was r e p o r t e d to be 30 ft. 
Th i s wel l was equipped with the following 
pumping unit in 1942: a M y e r s E jec to p u m p , No. 
F - 1 0 0 0 AY, having a r a t e d capac i ty of 100 gpm. 
a g a i n s t 55 p s i . , and 10-hp . G e n e r a l E l e c t r i c m o -
t o r . The pump h a s an a l l - b r o n z e i m p e l l e r , 60 ft. 
of 3 - in . d i s c h a r g e pipe and a 1 1/2-in. a i r p ipe , 
and a foot-valve with a heavy p e r f o r a t e d b r a s s 
s c r e e n . 
In 1942 the w a t e r l eve l was 3 0 ft. below the 
p u m p b a s e af ter an idle pe r iod of 1 week . In June , 
1947, the p u m p was pul led and new d i s c h a r g e and 
a i r p ipe s w e r e i n s t a l l e d . At that t ime the n o n -
pumping w a t e r l eve l was 30 ft. below the pump 
b a s e af ter an id le pe r iod of 2 d a y s . 
GRANT PARK 
Kankakee County 
Jan . 20, 1949 
Analys i s of a s ample (Lab . No. 112,737), c o l -
lec ted D e c . 1, 1947 af ter pumping 20 min . at 100 
g p m . , showed the w a t e r to have a h a r d n e s s of 
27.4 g r . pe r ga l . , a r e s i d u e of 538 ppm. , and an 
i r o n content of 3.2 p p m . 
A we l l , located in a b r i c k y a r d about 500 ft. 
south of the v i l l age we l l , (or a p p r o x i m a t e l y 1000 
ft. N. and 400 ft. E. of the S. W. c o r n e r of S e c -
t ion 20), was a c q u i r e d by the v i l lage in M a r . , 
1946 and h a s b e e n u s e d a s an e m e r g e n c y supply . 
Th i s wel l is 180 ft. deep , 10 in . in d i a m e t e r , and 
i s c a s e d to r o c k . 
Well No. 3 was comple t ed to a depth of 330 ft. 
i n Jan . 1949, by Geo . B e r n s , C h e b a n s e , and l o -
ca ted about 600 ft. southwest of Well No. 1 (or a p -
p r o x i m a t e l y 1100 ft. N. and 300 ft. W. of the S.E. 
c o r n e r of Sect ion 19.). 
Rock was encoun te red at 62 ft. and the wel l 
was c a s e d with 8- in . pipe f r o m 2 ft. above to 63 
ft. below ground l eve l . A produc t ion t e s t was 
m a d e by the Sta te Water Survey on J a n . 20, 1949, 
us ing a turb ine t e s t pump powered by a f a r m 
t r a c t o r . The pump was se t a t 150 ft. Before 
pumping , the w a t e r l eve l w a s 41 ft. be low the top 
of the ca s ing . Pumping was s t a r t e d at 130 gpm. 
After 1 h r . pumping a t 222 g p m . the drawdown was 
36 ft. and af ter 3 h r . at a final r a t e of 315 g p m . 
the drawdown was 75 ft. 
Ana lys i s of a s amp le (Lab . No. 117,118) c o l -
l ec ted J a n . 20, 1949, af ter 3 - h r . pumping a t 315 
g p m . showed th i s w a t e r to have a h a r d n e s s of 
28.0 g r . pe r ga l . , a r e s i d u e of 567 p p m . and an 
i r o n conten t of 4 .1 p p m . 
In Nov. 1947, pumpage was e s t i m a t e d to a v -
e r a g e 36,000 gpd. 
LABORATORY NO. 112,737 
2 - G r a n t P a r k 
LABORATORY NO. 117,118 
Illinois State Water Survey - Bulletin No. 40 
The public water supply was installed by the 
village of Granville (1038) in 1911. 
A well was drilled at that time by the J. P. 
Miller Artesian Well Co., Chicago. It was lo-
cated on Lot 1, Block 15 at Main and Lake St. (or 
approximately 730 ft. S. and 2400 ft. W. of the 
N. E. corner of Section 9, T. 32 N., R 1 W.). The 
well was drilled to a depth of 1741 ft. 7 in. below 
a ground surface elevation of 685± ft. MSL. datum. 
The mater ia l penetrated, as reported by the dr i l -
ler , was mostly shale with strata of limestone to 
a depth of 1389 ft., lime rock from 1389 to 1650 
ft., and sandstone from 1650 to 1741 ft. 7 in. The 
hole and casing record is shown in Table 1. 
TABLE 1 
Hole Record 
4 1/4-in. from 1316 1/2 ft. to 1741 ft. 
7 in. 
Casing Record 
10-in. from surface to 130 ft. 
8-in. from surface to 345 ft. 
6-in. from 334 to 578 ft. 
5-in. from 572 to 1192 ft. 
4 1/4-in. from 1192 to 1316 1/2 ft. 
Packers were placed between the 8-in. and 6-
in. casings, between the 6-in. and 5-in. casings, 
and the 4 1/4-in. casing was belled out against the 
5-in. casing. 
In 1922 an air lift was installed, replacing the 
old deep-well cylinder pump. The air lift in-
cluded 443 ft. of 4-in. discharge pipe and the 
same length of 1 1/4-in. air pipe. 
During drilling, water was at 140 ft. depth 
GRANVILLE 
Putnam County 
Dec. 15, 1948 
when the well was 1700 ft. deep, and 125 ft. when it 
was 1710 ft. deep. When the drilling was at 1318 
ft., a production test was made with a pump cyl-
inder attached to 249 ft. of drop pipe. Depth to 
water was 115 ft.; and after pumping 3 min. at a 
rate of 3 gpm., the water was exhausted. 
In 1915 and 1918 the non-pumping water l e -
vel was 125 ft., and in 1938 it was reported that 
no noticeable recession in water level had taken 
place. In 1938 the usage was estimated to be 
100,000 gpd. 
On Jan. 8, 1946, when some repai rs were be -
ing made on the well, the non-pumping water l e -
vel was measured and found to be 167 1/2 ft. 
from the top of the well. 
Analysis of a sample (Lab. No. 109,928) col-
lected Apr. 13, 1947, after 7-hr. pumping, showed 
the water from this well to have a hardness of 
14.6 gr. per gal., a residue of 1091 ppm., and an 
iron content of 0.1 ppm. 
Well No. 2 was completed in Nov. 1948 to a 
depth of 1793 ft. by Neely and Schimelpfenig, 
Batavia, and located approximately 2225 ft. S. and 
400 ft. W. of the N. E. corner of Section 9. The 
ground elevation at the well-site is 685± ft. The 
well was cased with 18-in. pipe from the surface 
to 279 ft. and with 8-in. pipe from 1.5 ft. above to 
1297.5 ft. below ground level. The annular space 
outside the 8-in. casing was cemented. 
A production test was made on Dec. 14-15, 
1948 by the State Water Survey, using temporary 
pumping equipment, consisting of 270 ft. of 4-in. 
column pipe; 12-stage turbine pump and 20 ft. of 
5-in. suction pipe. Before the test the water level 
was 171.5 ft. below the top of the 8-in. casing. 
For the first 1 1/2 hr . water was pumped at a 
rate of 96 gpm. and the drawdown was 22.5 ft.; the 
LABORATORY NO. 109,928 
2 - G r a n v i l l e 
S a m p l e - s t u d y log of Well No. 2 furnished by the State Geological Survey: 
next 2 1/4 h r . t h e pumping r a t e was 150 g p m . and 
the drawdown 41.0 ft. F o r the l a s t 7 h r . the r a t e 
was g radua l ly i n c r e a s e d to 234 gpm. and the final 
drawdown was 88.5 ft. Ten m i n u t e s af ter stopping 
the pump the wate r l eve l w a s 172.0 ft. Six h r . 
l a t e r the w a t e r l eve l was 166.0 ft. 
Ana lys i s of a s ample ( L a b . No. 116,793) c o l -
l ec ted D e c . 14, 1948 dur ing the p roduc t ion t e s t 
showed th i s w a t e r to have a h a r d n e s s of 17.3 g r . 
pe r g a l . , a r e s i d u e of 994 p p m . , and an i r o n c o n -
ten t of 1.7 p p m . 
On June 8, 1949 the following pumping e q u i p -
m e n t was on hand but not ye t i n s t a l l ed : 300 ft. of 
5- in . co lumn pipe; 8- in . , 18 - s t age A u r o r a P u m p 
Co. turbine pump, No. 42799 designed for 200 gpm. 
against 400 ft. of head; 300 ft. of 1/8 -in. gi. air 
line; 5-in. suction strainer; 30-hp., 1750-rpm. 
electric motor with type B -30 Johnson right-
angle gear-drive head. 
Granville - 3 
Pumpage is estimated at 90,000 gpd., including 
an average of 11,500 gpd. to the village of Mark, 
which receives its entire water supply from Gran-
ville. 
LABORATORY NO. 116,793 
Illinois State Water Survey - Bulletin No. 40 
The installation of a public water supply was 
completed by the village of Grays Lake (1182) in 
1915. 
Two wells have constituted the source of the 
entire public supply both of which are located in 
the pumping station on the north side of Hawley 
St. near the corner of Whitney St. The floor of 
the pumping station is at normal ground level 
which is 785± ft. 
The first well was drilled in 1915 by Charles 
Thorn, DeKalb, and located about 1200 ft. N. and 
840 ft. E.of the S. W. corner of Section 26, T. 45 
N., R. 10 E. The exact depth of the well is not 
known. It is about 1039 ft. deep, and is reported 
cased to rock at a depth of 246 ft. with 12-in. pipe 
below which the hole tapers to 6 in. in diameter 
at the bottom. 
The well was cleaned out by Henry Boysen, 
J r . , Libertyville, in 1938. New casing was set 
inside the old but was removed when it shut off a 
vein of w ater below 200 ft. The well is now cased 
as previously reported. 
GRAYS LAKE 
Lake County 
Sept. 12, 1946 
The well is equipped with a Keystone Driller 
Co. double-acting plunger pump having a cylinder 
6 3/4 in. in diameter and an 18-in. stroke. When 
operated at a rate of 3 1 spm., i ts theoretical d i s -
placement is 173 gpm. The pump is driven by a 
20-hp. General Electric motor. 
This well is not in regular service. The pump 
is operated once a week for maintenance as an 
emergency supply unit. 
The second well was drilled in 1924 to a depth 
of 1323 ft. by F. M. Gray, J r . , Chicago, and lo-
cated 20 ft. east of the older well. 
A lead seal was placed at the depth of 231 ft. 
11 in., and a rubber packer at a depth of 575 ft. 
A non-pumping water level of 142 ft. below 
the pump base was measured on Sept. 11, 1928. 
The existing pump installation, made in Feb. 
1941, consists of 240 ft. of 5-in. column pipe; 
8-in., 17-stage Pomona turbine pump, S. W. 3114, 
rated at 150 gpm. against 320 ft. of head; 240 ft. 
Sample-study log of well drilled in 1924 furnished by the State Geological Survey: 
2 - Grays Lake 
of air line; 20-hp. General Electric motor. 
The hole and casing record were reported as 
shown in Table 1. 
TABLE 1 
Hole Record 
12 1/2-in. from 241 to 575 ft. 
10-in. from 575 to 1078 ft. 
8-in. from 1078 to 1323 ft. 
Casing Record 
12 1/2-in. driver pipe from surface to 241 ft. 
10-in. liner from 231 ft. 11 in. to 575 ft. 
8-in. liner from 995 ft. 5 in. to 1078 ft. 
On July 13, 1944, a non-pumping water level 
of 177 ft. was obtained by use of the air line. 
Analysis of a sample (Lab. No. 107,555), col-
lected Sept. 3, 1946 after 15-min. pumping at 150 
gpm., showed this water to have a hardness of 
14.7 gr. per gal., a residue of 319 ppm., and an. 
iron content of 0.3 ppm. The temperature and 
quality indicate that the major proportion of this 
sample is from the Galesville sandstone. 
The average pumpage is estimated to be 
100,000 gpd. and var ies from a minimum winter 
average of 75,000 gpd. to a maximum summer 
average of 150,000 gpd. 
All water has been chlorinated since 1939. 
LABORATORY NO. 107,555 
I l l inois Sta te Water Survey - Bul le t in No. 40 
The ci ty of Grayvi l l e (2240) ins ta l l ed a publ ic 
w a t e r supply in 1895. Water w a s o r ig ina l ly o b -
ta ined f r o m the Wabash R i v e r , but s ince 1928, 
the supply h a s been obtained f r o m w e l l s . 
Well No. 1 was d r i l l e d in 1927 to a depth of 
72 1/2 ft. by Thorpe C o n c r e t e Well Co . , Alton, 
and is loca ted j u s t over the county l ine in Wabash 
County , e a s t of town, and about 300 ft. no r th of a 
bend in the Wabash R i v e r , (or a p p r o x i m a t e l y 834 
ft. N. and 2140 ft. E. of the S. W. c o r n e r of S e c -
t ion 16, T. 3 S. , R. 14 W.) . The ground su r face 
e leva t ion is 375.5 ft. 
C o r r e l a t e d d r i l l e r ' s log of Well No. 1 furnished 
by the State Geologica l Survey: 
The wel l w a s c a s e d with 55 ft. of 26 - in . id . by 
36- in . od. p o r o u s conc re t e pipe se t on a c a s t i r o n 
shoe at the b o t t o m , and with 15 ft. of p la in c o n -
c r e t e pipe a t the t op . 
When t e s t e d by the Caldwel l Eng inee r ing C o . 
in 1927, the wel l p roduced 377 gpm. with a d r a w -
down of 3 ft. 7 1/2 in . f r o m a non-pumping w a t e r 
l eve l of 9 ft. 2 in . 
The pump house floor e leva t ion is 389.5 ft. and 
is about 12 ft. above the top of the c a s i n g , which is 
2 ft. above the n o r m a l ground s u r f a c e . The p u m p -
ing equ ipmen t c o n s i s t s of 65 1/2 ft. of 8 3 / 4 - i n . 
co lumn pipe; P o m o n a tu rb ine pump No . SE 377; 
10 ft. of suc t ion p ipe; 70 ft. of 1/4-in. g i . a i r l ine ; 
GRAYVILLE 
White and 
E d w a r d s Count ies 
May 3 , 1948 
2 5 - h p . G e n e r a l E l e c t r i c m o t o r , No. 4546044. 
In 1942, i t was r e p o r t e d tha t the pump had not 
been o p e r a t e d in over a y e a r , and that the pump 
b r o k e suct ion a s h o r t t i m e af ter s t a r t i n g . The 
porous c o n c r e t e s c r e e n was r e p o r t e d to be badly 
c logged. 
A p roduc t ion t e s t w a s m a d e by W a r r e n and 
Van P r a a g , consul t ing e n g i n e e r s , on D e c . 12, 
1944. I t was r e p o r t e d tha t the wel l , a f te r 2 - h r . 
pumping , p roduced 300 gpm. with a drawdown of 
g r e a t e r than 46.5 ft. be low the non-pumping w a t e r 
l eve l of 3 1 ft. below the pump h o u s e f loor . The 
wel l w a s t r e a t e d with 500 ga l . of h y d r o c h l o r i c 
ac id by Dowell I n c o r p o r a t e d . Before the t r e a t -
men t , the wel l w a s r e p o r t e d to p roduce about 150 
gpm. with a drawdown of 46 ft. Fol lowing the 
t r e a t m e n t , a t e s t showed the wel l to be p roduc ing 
about 265 g p m . with a drawdown of 3.5 ft. 
Ana lys i s of a s amp le ( L a b . No. 62138) c o l -
lec ted af ter 1-hr. pumping on July 12, 1928, 
showed the w a t e r to have a h a r d n e s s of 17.3 g r . 
pe r gal . , a r e s i d u e of 319 p p m . , and an i r o n c o n -
t e n t of 0.4 ppm. 
Well No. 2 w a s d r i l l ed in 1927 by Thorpe C o n -
c r e t e Well Co . , and is loca ted 80 ft. e a s t of Well 
No . 1 . The wel l i s 71.8 ft. deep be low n o r m a l 
ground leve l and was c a s e d with 55 ft. of 26- in . id . 
by 3 6 - i n . od. p o r o u s c o n c r e t e pipe se t on c a s t i r o n 
shoe at the bo t t om, and with 15 ft. of p la in c o n -
c r e t e pipe a t the top . The pump house floor is 14 
ft. above n o r m a l ground leve l , or e l eva t ion 389.5 
ft. 
A produc t ion t e s t w a s m a d e Oc t . 19, 1927 by 
the Caldwel l Eng inee r ing C o . The wel l y ie lded 
an a v e r a g e of 502 gpm. for 12 h r . with a drawdown 
of 5 ft. 7 in . f r o m a non-pumping w a t e r l eve l of 
LABORATORY NO. 118,846 
2 - Grayville 
9 ft. 4 in. below the ground surface. In Aug. 1942, 
it was reported that the pump was operated about 2 
days per month. A production test was made on 
Dec. 13, 1944 by Warren and Van Praag. The 
well produced about 320 gpm. for 1 hr . with a 
drawdown of 24 ft. from a non-pumping water 
level of 31 ft. below the pump house floor level. 
The pumping equipment installed about Jan. 
1948 consists of 60 ft. of 6-in. column pipe; 8-in., 
10-stage American Well Works turbine pump, No. 
72804 rated at 300 gpm. against 270 ft. of head; 
overall length of pump about 7 ft.; 10 ft. of 5-in. 
suction pipe and gi. strainer; 70 ft. of 1/4-in. gi. 
air line; 30-hp. U. S. electric motor. 
Analysis of a sample (Lab. No. 118,846) col-
lected July 15, 1949 showed the water to have a 
hardness of 18.8 gr. per gal., a residue of 354 
ppm., and an iron content of 0.5 ppm. 
Well No. 3 was constructed in 1941 by the 
Thorpe Concrete Well Co., and is located 80 ft. 
south of Well No. 2. The well is reported to be 
about 73 ft. in depth below the ground surface, and 
to have about 55 ft. of 26-in. id. by 36-in. od. porous 
concrete casing above which is 30 ft. of plain con-
crete pipe. The top of the concrete casing is about 
2 ft. below the pump base. The well is enclosed in 
concrete toaheightof about 15 ft. above the ground 
surface or elevation 390.5 ft. The pump head and 
motor are mounted on top of the concrete. 
The pumping equipment installed in 1941 con-
sists of 60 ft. of 6-in. od. column pipe; 8-in., 12-
stage Pomona turbine pump No. SA 2223, having 
an overall length of 6 ft. 5 in. and rated at 350 
gpm. against 270 ft. of head operating at 1760 
rpm.; 10 ft. of 6-in. suction pipe; 70 ft. of 1/4-in. 
gi. air line; 30-hp. Westinghouse electric motor 
No. 1078636, operating at 1750 rpm. 
In 1942 this well was reported to furnish most 
of the village supply. A production test was made 
on Dec. 12, 1944, by Warren and Van Praag. The 
well produced 125 gpm. for 1 hr . with a drawdown 
of 2.5 ft. from a non-pumping water level of 31 ft. 
below the floor level. 
Analysis of a sample (Lab. No. 102,160) col-
lected Dec. 22, 1944, showed the water to have a 
hardness of 17.2 gr. per gal., a residue of 328 
ppm., and an iron content of 0.3 ppm. This wa-
ter is similar in quality to previous analyses. 
Pumpage is estimated to average 236,250 gpd. 
Illinois State Water Survey - Bulletin No. 40 
The village of Greenfield (1006) installed a 
public water supply in 1936. 
In 1935, twelve test wells were drilled by the 
Thorpe Concrete Well Company, Alton, in the 
valley of Rubicon Creek, east and southeast of 
town, and 12 tes t holes were drilled in the small 
creek valley from about 1 mile west to 2 miles 
northwest of town. 
A permanent well was constructed 3 ft. east 
of test hole No. 20 on the west bank of Rubicon 
Creek in the easterly part of town (or approxi-
mately 3250 ft. N. and 50 ft. W. of the S. E. cor-
ner of Section 4, T. 10 N., R. 10 W.). The well 
was finished by Thorpe in Feb. 1936, to a depth 
of 34 1/2 ft. below the pump base and constructed 
with 16 ft. of solid concrete casing, 26-in. id. 
and 36-in. od., below which was placed 16 ft. of 
porous concrete casing of the same diameter. 
The elevation of the ground surface is 544± ft. 
A production test was made by the State Wa-
ter Survey on Feb. 17, 1936. Before the test was 
started, the water level was 9 ft. 10 in. below 
the top of the casing. After 8-hr. pumping at a 
final ra te of 42 gpm. the drawdown was 11.1 ft. 
and it appeared that equilibrium was established 
when pumping at a rate of 43 gpm. 
The pump assembly was overhauled in 1947 
and now consists of: 30 ft. of 4-in. column pipe; 
6-in., 7-stage Fairbanks-Morse turbine pump, 
No. 29458, rated at 50 gpm. against 55 ft. of head 
at 1750 rpm.; the overall length of the pump is 4 
ft.; a 4-in. by 12-in. strainer placed on the suc-
tion end of the pump; 2 hp., U. S. electric motor, 
No. 436835. The air line was omitted when the 
pump was reinstalled. 
On Nov. 12, 1937, the non-pumping water l e -
vel was 15 ft. below the pump base . 
GREENFIELD 
Greene County 
Nov. 8, 1949 
When the well was new, water was obtained 
from 2 sand strata, one at a depth of 18 to 24 ft. 
and the other between 29 and 34 ft. On Feb. 21, 
1940, the upper sand stratum was completely 
dry. An auger hole had been put down to a depth 
of 24 ft. at a location about 30 ft. north of the 
well. No water was encountered and the following 
morning the hole was dry. 
Analysis of a sample (Lab. No. 82356) col-
lected Nov. 12, 1937, showed this water to have a 
hardness of 45.6 gr. per gal., a residue of 1384 
ppm., and an iron content of 3.33 ppm. 
The North Well was constructed in 1944 to a 
depth of 32 ft. by Thorpe Concrete Well Co. and 
located about 90 ft. north of the first well. The 
well is cased with 16 ft. of 34-in. id. (44-in. od.) 
solid concrete pipe and with 16 ft. of porous con-
crete screen of same diameter . 
The pumping equipment includes a Myers 
Ejecto pump, No. F 150 BZ having a 1 1/2-in. 
pressure and a 2-in. delivery pipe, with the jet 
set at 4 ft. above the bottom of the well. Power 
is furni shed by a 1 1/2-hp., 3425 rpm. General 
Electr ic motor, No. BX 7600. 
The pumps in both wells are operated simul-
taneously. 
Analysis of a sample (Lab. No. 116,392) col-
lected Nov. 8, 1948, after 18-hr. pumping, showed 
the water from the North Well to have a hardness 
of 27.8 gr. per gal., a residue of 607 ppm., and an 
iron content of 0.3 ppm. 
The municipality has a water softening unit in-
stalled but at the time of the field visit , the soften-
er had not been in use for several months because 
of scarcity of water. All water is chlorinated and 
treated for iron removal. Analysis of a sample 
LABORATORY NO. 116,392 
2 - Greenf ie ld 
(Lab . No. 116,395) co l lec ted Nov. 8, 1948, showed 
the t r e a t e d w a t e r to have a h a r d n e s s of 24.8 g r . 
pe r ga l . , a r e s idue of 489 pprn. , and an i r o n c o n -
tent of 0.1 p p m . 
Well No. 1-49 was d r i l l ed to a depth of 31 ft. 
in Oct . , 1949, by Walter Ve t t e , Bea rds town , and 
loca ted about 1440 ft. nor th of the North Wel l , 
which was c o n s t r u c t e d in 1944, (or app rox ima te ly 
500 ft. S. and 50 ft. W. of the N. E. c o r n e r of S e c -
t ion 4) . The hole was d r i l l ed 8 in . in d i a m e t e r to 
40 ft., the lower 9 ft. pene t ra t ing yellow sha le . 
The hole was then plugged at 31 ft., the bo t tom of 
a 9 ft. s t r a t u m of sand and g r a v e l . The well was 
cased with 8- in . id . pipe f rom the sur face to 18 
ft. 4 in . and with 6- in . id . pipe f rom 4 to 22 ft. 
The bo t tom of the 6- in . cas ing is 4 ft. be low the 
bo t tom of the 8- in . c a s ing . An 8-ft. length of 6-
in . Johnson s i l icon r e d - b r a s s s c r e e n i s a t t ached 
to the bot tom of the 6- in . c a s ing . The s c r e e n h a s 
No. 60 s lot open ings . 
A product ion t e s t was made on Nov. 1, 1949, 
using State Water Survey m e a s u r i n g equ ipment . 
F o r t e s t p u r p o s e s , a por t ab le J aege r cen t r i fuga l 
pump was used with the bo t tom of the 2 1/2-in. 
suct ion l ine se t at 31 ft. below the top of the c a s -
ing. Before s t a r t i ng the t e s t , the w a t e r l eve l was 
7.6 ft. below the top of the c a s i n g . After 8 -h r . 
pumping at 27.6 gpm. the drawdown was 19.0 ft. 
While pumping in Well 1-49 the w a t e r l eve l in 
Well 2-49 was lowered 0.2 ft. 
Ana lys i s of a s amp le (Lab . No. 119,759) c o l -
lec ted Nov. 1, 1949, af ter 8 -h r . pumping, showed 
th i s wa te r to have a h a r d n e s s of 3 1.8 g r . pe r ga l . , 
a r e s i d u e of 736 p p m . and an i r o n content of 2.5 
ppm. 
Well No. 2-49 was d r i l l ed to a depth of 28 ft. 
in Oct . , 1949, by Wi l l iam Ve t t e , and located about 
250 ft. nor th of Well No. 1-49. The hole was 
d r i l l ed 8- in . in d i a m e t e r to a depth of 36 ft., the 
lower 8 ft. pene t ra t ing g r ay mud and s h a l e . The 
hole was then back- f i l l ed with washed g r ave l to 
28 ft., the bo t tom of a 6 ft. s t r a t u m of sand and 
g r a v e l . The well i s c a s e d with 6-in. id, pipe 
f rom the sur face to 23 ft. and with a 6- in . John -
son s i l icon r e d - b r a s s s c r e e n , having No. 60 slot 
open ings . 
A produc t ion t e s t was m a d e on Oct . 3 1 , 1949, 
us ing State Wate r Survey m e a s u r i n g equ ipment . 
The pumping equ ipment was iden t ica l with that 
used in Well No. 1-49, except the bo t tom of the 
suct ion line was se t at 2.7 ft. Before s t a r t ing the 
t e s t the wa te r level was 7.4 ft. below the top of 
the c a s i n g . After 8 -h r . pumping at 13.0 gpm. the 
drawdown was 15.8 ft. While pumping in Well 
2-49 the w a t e r l eve l in Well No. 1-49 was lowered 
0.2 ft. 
Ana lys i s of a s ample (Lab . No. 119,761) c o l -
lec ted Oct . 3 1 , 1949, af ter 5 -h r . pumping showed 
th i s w a t e r to have a h a r d n e s s of 27.7 gr . per g a l . , 
a r e s i d u e of 504 p p m . and an i r o n content of 1.7 
p p m . 
P u m p a g e i s e s t i m a t e d to ave rage 25,000 gpd. 
LABORATORY NO. 119,759 
Illinois State Water Survey - Bulletin No. 40 
The village of Greenup (1410) installed a pub-
lic water supply in 1897. 
Water was obtained from the Embarrass River 
until 1924. 
In 1924 an infiltration well was constructed 
on the northwest bank of the Embarrass River, 
about 800 ft. north of State Highway No. 121. The 
ground surface elevation at the site is 520± ft. 
The well is 10 ft. in diameter and 14 ft. deep. 
The masonry walls were extended above the 
ground surface to prevent flooding during times 
of high water. The lower 6 ft. of the well was 
reported to penetrate gravel, with the bottom on 
shale. 
Water flowed by means of a gravity pipe line 
to a collecting reservoir at the pumping station 
on the opposite side of the r iver . When com-
pleted, the well was reported to have yielded 
186,000 gpd. 
In 1925, the water level was reported to be 
8-8 1/2 ft. below the ground surface. In 1935, 
this well furnished most of the village supply. 
Analysis of a sample (Lab. No. 55030) col-
lected Sept. 10, 1925, showed the water to have a 
hardness of 16.2 gr. per gal. , a residue of 354 
ppm., and an iron content of 1.4 ppm. 
A second reservoir , 16 ft. in diameter was 
constructed in 1925 on the east side of the river 
800 ft. northeast of the bridge on Route 121, and 
about 30 ft. north of the pumping station, and close 
to the old intake and suction well to which it was 
connected with a pipe line and transformed into a 
storage reservoi r . 
The infiltration well, reservoi rs and pumping 
station on the Embarrass River were abandoned 
short ly after Well No. 1 was placed in service. 
An electrical earth resistivity survey was 
made by the State Geological Survey in 1935. The 
area surveyed included the Embar rass River 
valley, in Greenup, and about 1 mile north. 
Well No. 1 was completed in 1938 at a depth 
of 28 ft. by Joseph Heth, Jewett, and located about 
900 ft. northwest of the Embar ras s River and 800 
ft. northeast of Route No. 121 (or approximately 
1500 ft. S. and 20 ft. E. of the N. W. corner of Sec-
tion 2, T. 9 N., R. 9 E.). The well was located at 
the site of a test hole which had been drilled to a 
depth of 46 ft. below a ground surface elevation 
GREENUP 
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of 520± ft. 
Correlated dr i l l e r ' s log of test hole and well 
furnished by the State Geological Survey: 
The wel l is of the gravel-wall type and is cased 
with 16-in. inner casing and 36-in. outer casing. 
The annular space between casings is filled with 
limestone. An 8 ft. length of.l5-in. Cook, Type 
W W, red b rass screen, having No. 80 slot open-
ings, is installed between the depths of 17 1/2 and 
25 1/2 ft., with 2 1/2 ft. of blank pipe below the 
screen. 
A production test was made by the State Wa-
ter Survey on July 25, 1939. The well produced 
155 gpm. for 10 hr . with a drawdown of 11.4 ft. 
from a non-pumping water level of 12 ft. below 
the ground surface. 
The pump was removed in Dec. 1946 and the 
casing covered by a welded cap. 
Analysis of a sample (Lab. No. 86073) col-
lected July 25, 1939, showed the water to have a 
hardness of 14.1 gr. per gal., a residue of 293 
ppm., and an iron content of 0.1 ppm. 
Well No. 2 was drilled in 1940 to a depth of 
43 ft. by Hosey Burson, Casey, and is located 
about 50 ft. north and 50 ft. east of Well No. 1. 
The well was cased with 12-in. pipe, and the lower 
26ft. of the casing has 18-in. slots staggered and 
spaced 4 in. apart. 
The pumping equipment consists of 31 ft. of 5-
in. column pipe; 8-in. 15-stage Cook turbine pump, 
No. 4470 having 9 ft. overall length and rated at 
250 gpm. against a head of 100 psi.; 5 ft. of 5-in. 
suction pipe; 1/4-in. b rass pipe air line extending 
to 40 ft. below ground surface; 25-hp. U. S. e lec-
t r ic motor, No. 212450, operating at 1800 rpm. 
2 - Greenup 
A production test was made by the State Wa-
ter Survey on Nov. 11, 1940. The well produced 
170 gpm. with a drawdown of 9.5 ft., and 205 gpm. 
with a drawdown of 18.5 ft. from a non-pumping 
water level of 13.5 ft. below the ground surface. 
Well No. 2 is maintained for service as an 
auxiliary supply unit. 
Analysis of a sample (Lab. No. 89283) col-
lected Nov. 11, 1940 showed the water to have a 
hardness of 18.4 ppm., a residue of 381 ppm., 
and an iron content of 0.7 ppm. 
Well No. 3 was drilled in Nov. 1946 to a depth 
of 43 ft. by E. C. Baker, Sigel, and is located 35 ft. 
north of Well No. 2. The well was cased with 10-
in. pipe to a depth of 23 ft. and with a slotted screen 
from 23 to 43 ft. 
It is reported that, in a production test on com-
pletion of the well, after pumping at 300 gpm. for 5 
hr . the drawdown was 8 ft. from a non-pumping 
water level of 15 ft. below the pump base. The 
pump base is 2 ft. above the top of the casing. 
Well No. 3 is the sole source of supply and 
the pumping equipment consists of: 30 ft. of 5-
in. column pipe; 8-in., 15-stage Cook turbine 
pump, No. 3397, having an overall length of 9 ft. 
and a rated capacity of 250 gpm. against 200 ft. of 
head; 40 ft. of 1/4-in. copper tubing air line; 3 ft. 
of 5-in. suction pipe;25-hp. U. S. electric motor. 
Analysis of a sample (Lab. No. 114,927), col-
lected June 3, 1948 after 1 1/2-hr. pumping at 200 
gpm., showed this water to have a hardness of 
18.1 gr. per gal., a residue of 362 ppm. and an 
iron content of 0.3 ppm. 
Pumpage is estimated to average 50,000 gpd. 
LABORATORY NO. 114,927 
I l l inois Sta te Wa te r Su rvey - Bul le t in No. 40 
A publ ic w a t e r supply w a s i n s t a l l ed for the 
v i l lage of G r e e n Val ley (516) in 1948. 
Well No. 1 w a s comple ted to a depth of 115 ft. 
by C h r i s Ebert. , Washington , and located in the 
no r th c e n t r a l p a r t of town (or a p p r o x i m a t e l y 120 
ft. N. and 310 ft. E. of the S. W. c o r n e r of S e c -
t ion 26, T. 23 N . , R. 5 W.). The ground e leva t ion 
a t the wel l i s 538± ft. The d r i l l e r r e p o r t e d that 
f rom 41 to 117 ft. fine sand and g r a v e l w e r e p e n -
e t r a t e d . The hole was ac tua l ly d r i l l ed to 117 ft. 
but the lower 2 ft. was in fine sand and was b a c k -
f i l led. The 8- in . cas ing was pul led back and a 9-
ft. o v e r a l l length of 8 - in . Johnson w i r e -wound 
b r a s s s c r e e n w a s s e t with 8 ft. exposed to the 
aquifer with the bo t tom of the s c r e e n se t at 115 
ft. The s c r e e n had No. 20 s lo t open ings . N e a r l y 
1 cu . yd . of fine sand was r e m o v e d f rom the wel l 
G R E E N VALLEY 
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dur ing deve lopment . 
A product ion t e s t was m a d e by the State Wa-
t e r Survey on Oct . 27, 1948, us ing an e l e c t r i c a l l y -
d r i v e n tu rb ine pump with the bo t tom of the suct ion 
se t at 63 ft. below the top of the c a s i n g , or 62 ft. 
4 in . below ground l eve l . Befo re any pumping , the 
w a t e r l eve l w a s 33.5 ft. below the top of the ca s ing . 
After 5 - h r . pumping at a final r a t e of 149 g p m . 
the drawdown was 13 ft. After s topping the pump, 
the w a t e r l eve l r e c o v e r e d to 13 ft. in 2 m i n . 
Ana lys i s of a s ample (Lab . No. 116,249) c o l -
lec ted Oct . 28 , 1949, after 4 - h r . pumping at 150 
gpm. showed th i s w a t e r to have a h a r d n e s s of 
20.6 g r . p e r ga l . , a r e s i d u e of 387 p p m . and an 
i r o n content of 2.0 p p m . 
LABORATORY NO. 116,249 
I l l ino i s State Water Survey - Bul le t in No. 40 
A public w a t e r supply was ins t a l l ed by the v i l -
lage of Greenv iew (749) about 1893. 
Water was obtained or ig ina l ly f rom a wel l l o -
ca ted at the southwes t c o r n e r of the public s q u a r e 
(or app rox ima te ly 270 ft. S .and 1420 ft. E. of the 
N. W. c o r n e r of Sect ion 23 , T. 19 N . , R. 6 W.). 
The ground sur face e l eva t ion a t the wel l s i te i s 
537± ft. The we l l was dug 10 ft. in d i a m e t e r to a 
depth of 20 ft., 7-ft. d i a m e t e r to 30 ft. and 4-f t . 
d i a m e t e r to 34 1/2 ft. The wel l was l ined with a 
w a t e r - t i g h t i r o n she l l . In 1913, a hole was b o r e d 
in the b o t t o m of the dug wel l to a to ta l depth of 80 
ft. be low the s u r f a c e . 
C o r r e l a t e d d r i l l e r ' s . log of wel l d r i l l e d about 
1893 furn ished by the State Geolog ica l Survey: 
L a t e r i t w a s r e p o r t e d tha t t h r e e 4 - i n . p e r f o -
r a t e d p ipe , each 10 ft. in length, w e r e d r i v e n b e -
low the dug por t ion of the we l l . 
In 1913, i t was r e p o r t e d tha t the non-pumping 
w a t e r level w a s 12 ft. be low the top of the wel l , 
and tha t the pump b roke suc t ion with the wa te r 
l eve l at 28 ft. af ter 1/2 h r . or 1 h r . of pumping . 
In 1919 i t was r e p o r t e d that the t r i p l ex pump 
w a s s t i l l in u s e , and that a Hil l s i ng le -ac t ing 
d e e p - w e l l p u m p , g e a r e d to a 7 1/2-hp. e l e c t r i c 
m o t o r , had been added. The non-pumping water 
l eve l in 1919 was r e p o r t e d to be 12 ft., and a f te r 
GREENVIEW 
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2 - h r . pumping the w a t e r l eve l , w a s lowered to 35 
ft. be low the p u m p house f loor . The pumping 
equ ipment , ins ta l l ed in 1947, c o n s i s t s of a J acuzz i 
j e t pump Unit No. 138724, r a t e d at 200 gpm. 
aga ins t 50 p s i . p r e s s u r e , a t t ached to 33 ft. of 3-
in. educ tor pipe and 2 1/2-in. a i r p ipe ; 15-hp. 
U . S . e l e c t r i c m o t o r , No . 538589, ope ra t ed a t 1800 
r p m . 
Th i s wel l w a s r e p o r t e d to have b e e n abandoned 
be tween 1925 and 1938, bu t aga in furnished the e n -
t i r e vi l lage supply f r o m 1938 to 1947. I t is now 
ma in ta ined for e m e r g e n c y u s e . The w a t e r l eve l 
is about 12 ft. be low the top of the c a s i n g . ' 
Ana lys i s of a s a m p l e (Lab . No. 51797) c o l -
lec ted July 10, 1924, showed the wa te r to have a 
h a r d n e s s of 36.7 g r . pe r ga l . , a r e s i d u e of 763 
p p m . , and an i r o n content of 0.6 p p m . 
Eight t e s t we l l s w e r e d r i l l e d in 1924. T e s t 
Well No. 8 was f inished as a p e r m a n e n t we l l , and 
w a s loca ted n e a r the n o r t h w e s t c o r n e r of Adams 
and Gay St. (or a p p r o x i m a t e l y 2160 ft. N. and 
2280 ft. E. of the S. W. c o r n e r of Sect ion 23). 
The sur face e l eva t ion at the wel l s i t e is 543 ft. 
The wel l was r e p o r t e d to have b e e n 10 in . in d i -
a m e t e r and 153 ft. d e e p , pene t r a t i ng sand and 
g r a v e l to sha le at 148 ft. 
S o m e t i m e p r i o r to 1938, an a t t e m p t was m a d e 
to r ehab i l i t a t e the wel l by r emov ing the s c r e e n . 
Subsequent heaving of sand fi l led the wel l and 
n e c e s s i t a t e d i t s abandonment . No fu r ther a t t e m p t s 
have been m a d e to r ehab i l i t a t e the w e l l . 
In 1947, Hayes & S i m s , C h a m p a i g n , d r i l l e d a -
we l l , ca l l ed New No. 8 to a depth of 149 ft. and 
loca ted 6 ft. w e s t of the abandoned T e s t Well No. 
8 . This wel l is c a s e d with 8- in . pipe f r o m 14 in . 
above to 139 ft. below g round l eve l and an 8- in . 
LABORATORY NO. 113,543 
2 - Greenview 
Johnson screen, 10 ft. 10 in. in length, from 139 
ft. to the bottom of the well. A lead packer is 
wedged between the screen and bottom of the c a s -
ing. 
A production test was made on June 26, 1947, 
by the State Water Survey. For test purposes a 
5 3/4-in. cylinder pump, set at a depth of 75 ft., 
and operated by the drill rig was installed. After 
6-hr. pumping at a rate of 96 gpm.,the drawdown 
was 15.5 ft. from a non-pumping water level of 
42 ft. When the test was ended, complete r e -
covery of the water level occurred within 1/2-hr. 
On Feb. 5, 1948, after 1-hr. pumping at 90 gpm. 
the drawdown was 13 ft. from a non-pumping wa-
ter level of 42 ft. below the top of the well. 
The pumping equipment consists of: a Jacuzzi 
jet pump, Unit No. 180911, rated at 110 gpm. 
against 68 psi. pressure , attached to 80 ft. of 3-in. 
eductor pipe and 2 1/2-in. air pipe; 15-hp. Gen-
eral Electric motor, No. DJ6756918, operated at 
1755 rpm. 
Analysis of a sample (Lab. No. 113,543) col-
lected Feb. 18, 1948 after 1-hr. pumping at 90 
gpm. showed the water to have a hardness of 74.0 
gr . per gal., a residue of 2148 ppm., and an iron 
content of 25.5 ppm. The quality is similar to 
that noted when the well was first drilled. 
Pumpage is estimated to average 17,500 gpd. 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
city of Greenville (3391) in 1884. 
Water was originally obtained from wells 45 
to 60 ft. deep, penetrating sand and gravel , and 
located at the pumping station in the southern part 
of town, north of the railroad depot between Second 
and Third St. The elevation of the ground surface 
at that site is 565t ft. 
Eight wells were in use at that location in 1923. 
The yield of the 8 wells on May 18, 1923 was es t i -
mated to be 195 gpm. The maximum pumpage was 
100,000 gpd. All of the wells have been abandoned. 
Seven wells were drilled to average depths of 
62 ft. in 1927 and located just north of the stock 
yards . Six of the wells were 8 in. in diameter and 
the seventh well was 36 in. in diameter, and lo-
cated on the east side of the lot. The gravel 
stratum was thickest at that location. The 8-in. 
wells yielded 25 gpm. each and the 36-in. well 150 
gpm. All of the wells have been abandoned. 
A test-well was drilled to a depth of 158 ft. 
in Apr. 1926 by Benjamin Bates, East St. Louis, 
and located about one mile southwest of town, and 
about 30 ft. from Lindly No. 1 gas well (or ap-
proximately 2600 ft. S. and 1000 ft. W. of the N. E. 
corner of Section 22, T. 5 N., R. 3 W.). The tes t-
well was cased with 8-in. pipe to 120 ft. and 8-in. 
Cook screen, having No. 24 slot openings. When 
the well was completed the static water level was 
about 58 ft. below the ground elevation of 528± ft. 
It was reported that water was pumped for 2 da. 
at a rate of 30 gpm. 
Correlated dr i l le r ' s log of 8-in. test-well 
furnished by the State Geological Survey: 
Two wells were drilled in 1932 and located 1/4 
mile southwest of the pumping station (or approxi-
mately 1000 ft. S. and 2500 ft. W. of the N. E. cor -
ner of Section 15, T. 5 N., R. 3 W.). The wells 
were 60 ft. apart and gravel-packed. 
GREENVILLE 
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The East Well was 68 ft. deep and cased with 
36-in. steel pipe to 51 ft. and an 18-in. s t rainer , 
17 ft. long, was placed with a 9-in. gravel enve-
lope surrounding the s t rainer . 
The West Well was 65 ft. deep and cased with 
36-in. steel pipe to 55 ft. and a 24-in. s t rainer , 
10 ft. long, was placed with a 6-in. gravel enve-
lope surrounding it. 
Sample-study log of West Well furnished by the 
State Geological Survey: 
Water-bearing gravel was found at 42 ft. in 
each well and when the wells were completed, the 
static water level was 42 ft. below the top of the 
wells. 
Each well is equipped with 50 ft. of 5-in. col-
umn pipe; 8-in., 3-stage Sterling turbine pump, 
having an overall length of 28 in.; 14 ft. of suc-
tion pipe. 
In 1932, when pumping at 250 gpm. for 1 hr . , 
the drawdown was 1 ft. It was not reported as to 
whether one well was interfered with, in the op-
eration of the other well. 
In Nov. 1948, the West Well was being r e -
habilitated. The strainer and casing were being 
replaced. The well is maintained for emergency 
use. 
Analysis of a sample (Lab. No. 71806) col-
lected Oct. 7, 1932 showed the water from the East 
and West Wells to have a hardness of 27.9 g r .pe r 
gal., a residue of 703 ppm., and no iron. 
The North Well was drilled in 1939 or 1940 to 
a depth of 69 ft. by John Hampton, Greenville, 
and located 50 ft. north of the East Well. The 
well was drilled 36 in. in diameter but, because 
of the inability to get delivery of pipe of that 
s ize, a 21-in. casing and strainer was installed. 
The annular space outside of the strainer was 
packed with gravel. The static water level at the 
time was 51 ft. below a ground level elevation of 
550i ft. 
2 - Greenville 
The pumping equipment corresponds to that 
in the other wells and consists of 50 ft. of 5-in. 
column pipe; 8-in., 3-stage Sterling turbine pump, 
No. S 4033, having an overall length of 28 in.; 14 
ft. of suction pipe; 7 1/2-hp., 1750 rpm., General 
Electric motor, No. 5530302. 
The pumps in the East and North Wells are 
operated simultaneously by automatic control. 
Water is now obtained principally from the 
East and North Wells. 
Analysis of a sample (Lab. No. 116,363) col-
lected Nov. 4, 1948 showed the water in the North 
Well to have a hardness of 31.9 gr. per gal., a 
residue of 776 ppm., and an iron content of 0.1 
ppm. 
All water is chlorinated. 
Pumpage is estimated to average 325,000 gpd. 
LABORATORY NO. 116,363 
I l l inois S ta te Water Survey - Bul le t in No. 40 
The v i l lage of G r i d l e y (745) ins t a l l ed a publ ic 
w a t e r supply in 1923. 
Well No. 1 w a s d r i l l e d in D e c . 1922 by John 
B o l l i g e r , F a i r b u r y , and is loca ted about 65 ft. 
n o r t h of the Toledo , P e o r i a , & W e s t e r n R. R. 
m a i n t r a c k s be tween Woodford and Cen te r St . (or 
a p p r o x i m a t e l y 820 ft. N. and 2480 ft. E. of the 
S. W. c o r n e r of Sect ion 4, T. 26 N. , R. 3 E . ) . The 
we l l is 290 ft. deep below a su r face e l eva t ion of 
750± ft. An 8- in . cas ing ex t ends to a depth of 270 
ft. and a 20-f t . length of Johnson s c r e e n ex tends 
to the bo t t om of the we l l . The s c r e e n h a s No. 30 
s lo t open ings . 
F o r t e s t p u r p o s e s , the comple t ed well was 
equipped with a 5 3 / 4 - i n . s ing le -ac t ing cy l inder 
pump with the bo t tom of the suct ion pipe se t at a 
depth of 122 ft. A p roduc t ion t e s t w a s m a d e J a n . 
23 , 1923. The non-pumping w a t e r l eve l was r e -
po r t ed to be 54 ft. below the ground s u r f a c e . After 
5 3 - h r . pumping at a r a t e of 50 gpm. , the drawdown 
was 6 ft. After 1 1/2-hr. pumping at an i n c r e a s e d 
r a t e of 70 g p m . , t h e drawdown w a s 10 ft., and af ter 
1/2-hr . pumping at 77 gpm. , the d rawdown w a s 11 
ft. 
In 1924, i t was r e p o r t e d tha t , af ter 2 - h r . p u m p -
ing at an a v e r a g e r a t e of 82 gpm. , the wa te r l eve l 
w a s 59 ft. below the floor l e v e l . In the sp r ing of 
1945, the pump r o d s w e r e pul led . At tha t t i m e the 
non-pumping w a t e r level was 59 ft. be low the pump 
b a s e . In June 1945, i t w a s r e p o r t e d t ha t the p u m p 
w a s o p e r a t e d a t an e s t i m a t e d r a t e of 75 gpm. 
The pumping equ ipment c o n s i s t s of 80 ft. of 6-
in . co lumn pipe; 5 3 / 4 - i n . by 18- in . A. D. Cook 
doub le -ac t ing cy l inder p u m p , No. 1396, with o v e r -
a l l length of 8 to 9 ft . , r a t e d at 90 g p m . when o p -
e r a t i n g at 25 s t r o k e s p e r minu te ; 20 ft. of suct ion 
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p ipe ; 15 -hp . , 400 r p m . F a i r b a n k s - M o r s e oi l e n -
g ine . 
The pump h a s not b e e n o p e r a t e d s ince June 
1948. The following pump and a s s e m b l y is on 
o r d e r : 150 ft. of 5 - in . co lumn p ipe ; A m e r i c a n 
Well Works tu rb ine p u m p , having a r a t e d c a p a -
c i ty of 100 gpm. aga ins t 280 ft. of head at 1750 
r p m . ; 10 ft. of 5 - in . suct ion p ipe ; 150 ft. of 1/4-in. 
g i . a i r l ine ; 15-hp. e l e c t r i c m o t o r and a Johnson 
r igh t angle g e a r d r ive with s tub shaft and pul ley 
for b e l t d r i v e . 
Ana lys i s of a s amp le (Lab . No. 83963) c o l -
l ec ted June 27, 1938, showed the w a t e r to have a 
h a r d n e s s of 9.4 g r . p e r ga l . , a r e s i d u e of 646 
p p m . , and an i r o n content of 0.2 p p m . 
Well No. 2 was d r i l l ed in 1945 by John B o l -
l i ge r & Sons , and is loca ted 30 ft. w e s t of Well 
No . 1. Th i s we l l w a s d r i l l e d to a depth of 291 ft. 
S a m p l e - s t u d y log of Well No. 2 furn ished by the 
State Geolog ica l Survey : 
The wel l is c a s e d with 283 ft. of 8- in . pipe 
f r o m 18 in . above the ground s u r f a c e , and a 15-ft. 
10-in. length of 7 1/2-in. od. Johnson s c r e e n w a s 
LABORATORY NO. 115,992 
2 - G r i d l e y 
ins t a l l ed with 9 1/2 ft. of effective length below 
the ca s ing . The s c r e e n h a s No. 30 s lo t openings . 
F o r t e s t p u r p o s e s , a t r a c t o r - d r i v e n d e e p - w e l l 
tu rb ine pump with the top of the bowls at 185 ft. 
was i n s t a l l ed . A product ion t e s t was m a d e June 
19, 1945 by the d r i l l e r , e n g i n e e r , and the Sta te 
Water Survey . When pumping at 110± gpm.» the 
drawdown was 32 ft. be low a non-pumping wa te r 
l eve l of 65 ft. 
The p e r m a n e n t pump a s s e m b l y c o n s i s t s of 150 
ft. of 5- in . co lumn pipe; 7- in . , 12 - s t age A m e r i c a n 
Well Works tu rb ine pump, No. 71520 r a t ed at 100 
g p m . when ope ra t ing a t 1760 r p m . a g a i n s t 277 ft. 
of head; 150 ft. of a i r l ine; 10 ft. of 5 - in . suct ion 
p ipe ; 15-hp . U. S . e l e c t r i c m o t o r . 
On Oct . 2, 1948 the non-pumping wa te r l eve l 
was 63 ft. below the pump b a s e (1 /2 ft. above 
ground leve l ) . After 2 2 - m i n u t e s pumping at 160 
gpm. the drawdown was 17 ft. 
Ana lys i s of a s amp le (Lab . No. 115,992) c o l -
lec ted Oct . 2 , 1948 af ter 2 2 - m i n u t e s pumping at 
160 g p m . , showed the w a t e r to have a h a r d n e s s of 
9.6 g r . pe r g a l . , a r e s i d u e of 648 p p m . , and an 
i r o n content of 0.5 ppm. 
F r o m Jan . 1 to Oct . 1, 1948 m e t e r e d pumpage 
a v e r a g e d 47,410 gpd. of which 9000 gpd. w a s used 
b y c o m m e r c i a l c o n s u m e r s . 
I l l ino is State Water Survey - Bul le t in No. 40 
The ci ty of Gr iggsv i l l e (1266) ins t a l l ed a public 
w a t e r supply in 1935. 
Water i s obtained f r o m 3 we l l s c o n s t r u c t e d in 
1935 by the Thorpe Conc re t e Well C o . , Alton, and 
loca ted about 3 mi l e nor th of the c i ty . 
Well No. 1 is located about 600 ft. N. and 300 
ft. W. of the S. E. c o r n e r of Sect ion 34, T. 3 S., 
R. 3 W. The wel l is 43 ft. deep below a ground 
surface e l eva t ion of 480± ft. 
C o r r e l a t e d d r i l l e r ' s log of Well No. 1 furn ished 
by the State Geologica l Survey : 
The wel l i s c a s e d with 26- in . id . by 36- in . od. 
solid c o n c r e t e pipe f r o m the su r face to 25 ft. and 
with 26 - in . id . by 36- in . od. p o r o u s c o n c r e t e pipe 
f r o m 25 to 43 ft. 
A product ion t e s t was m a d e by the State Wa-
t e r Survey on M a r . 11-12, 1935. The wel l p r o -
duced 58 gpm. for 5 1/2 h r . , with a drawdown of 
34 1/2 ft. f r o m a non-pumping w a t e r l eve l of 1 ft. 
be low the ground s u r f a c e . 
The pumping equipment c o n s i s t s of: 40 ft. of 
3 - in . column pipe; 8- in . , s i n g l e - s t a g e Westco t u r -
bine pump , No. 4DT7-1-71836 A B , having 14- in . 
GRIGGSVILLE 
P i k e County 
May 26 , 1948 
o v e r a l l length and r a t e d at 30 gpm. ; 1 1/2-hp. 
U. S . e l e c t r i c m o t o r No. 126,648, opera t ing a t 
1800 r p m . The b a s e of the p u m p is 7 1/2 ft. 
above ground l e v e l . T h e r e i s no suc t ion pipe nor 
a i r l ine . 
On May 12, 1948 the non-pumping w a t e r l eve l 
was 10 to 12 ft. be low ground l e v e l . 
Ana lys i s of a s amp le (Lab . No. 114,728) c o l -
lec ted May 12, 1948, showed the w a t e r to have a 
h a r d n e s s of 21.0 g r . pe r g a l . , a r e s i d u e of 369 
p p m . , and no i r o n . 
Well No. 2 is loca ted about 200 ft. no r th and 
250 ft. e a s t of Wel l No. 1. The wel l is 60 ft. deep 
below ground l eve l , and is c a s e d f r o m 10 1/2 ft. 
above to 16 ft. below ground level with 26 - in . id . 
by 36 in . od. sol id conc re t e pipe and with 26 - in . 
id . by 3 6 - i n . od. po rous c o n c r e t e s c r e e n f rom 16 
to 60 ft. A g r a v e l enve lope , 6 1/2 in . in t h i cknes s 
was p laced around the s c r e e n , and a c o n c r e t e 
plug was p l aced in the bo t tom of the s c r e e n . 
Th i s wel l is equipped as fol lows: 30 ft. of 3-
in . co lumn pipe; 8- in . s i n g l e - s t a g e Westco t u r -
bine pump No. 4DT-7-171838AB having 14- in . 
o v e r a l l length and r a t e d at 30 gpm. ; 1 1/2-hp. 
U . S . e l e c t r i c moto r No. 126645, opera t ing a t 1800 
r p m . 
The pump b a s e is 10 1/2 ft. above ground l e -
ve l . T h e r e i s no suct ion pipe no r a i r l ine . 
When pumping at a r a t e of 50 gpm. in Well 
No. 3 the drawdown was 3 ft. in Well No. 2. The 
wel l i s in s e r v i c e , but for s h o r t p e r i o d s only. 
Well No. 3 is located about 250 ft. e a s t of Well 
No. 1. Th i s wel l is 41 1/2 ft. deep and is c a s e d 
with 26 - in . id . by 36 - in . od. sol id c o n c r e t e pipe 
LABORATORY NO. 114,728 
2 - Griggsville 
to a depth of 13 1/2 ft. and with 26-in. id. by 36-in. 
od. porous concrete screen between the depths of 
13 1/2 ft. and 41 1/2 ft. 
A production test was made by the State Wa-
ter Survey on May 10, 1935. After 13 1/2-hr. 
pumping at an average rate of 50 gpm.,the draw-
down was 26 1/2 ft. from a non-pumping water l e -
vel of 1 ft. below the ground surface. 
The pumping equipment consists of: 40 ft. of 
3-in. column pipe; 8-in., single-stage Westco 
turbine pump, No. 4DT-7-1-71837AB having 14-in. 
overall length, and rated at 30 gpm.; 1 1/2-hp. 
U.S. electric motor No. 128655, operating at 1800 
rpm. 
All water is chlorinated. Pumpage is e s t i -
mated to average 70,000 gpd. 
Illinois State Water Survey - Bulletin No. 40 
A public water supply for the village of Ham-
mond (384) was installed in 1935. 
Two test wells were drilled during 1934 by 
L. R. Burt, Decatur. Test Well No. 1 was located 
in the northwest corner of the City Park, at the 
west end of Seventh St. (or approximately 850 ft. 
N. and 80 ft. E. of the S. W. corner of Section 36, 
T. 16 N., R. 5 E.). The ground elevation is 674t 
ft. 
Sample-study log of Test Well No. 1 furnished 
by the State Geological Survey: 
A production test showed that not more than 
25 to 30 gpm. could be withdrawn. The thin layer 
of sand at approximately 75-ft. depth was not 
tested for production. 
Well No. 1 was finished to a depth of 87 ft. at 
the site of Test Well No. 2 and located just east 
of the Wabash R. R. at the west end of Second St. 
(or approximately 2265 ft. N. and 580 ft. E. of 
the S. E. corner of Section 36). This location is 
1415 ft. north and 500 ft. east of Test Well No. 1. 
The ground elevation is 13 ft. higher than at Test 
Well No. 1. 
The well was of the gravel-wall type with a 
HAMMOND 
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26-in. steel casing extending from the surface to 
70 1/2 ft. and a 12 -in. casing from the surface to 
71 1/2 ft. with 15 1/2 ft. of 12-in. Cook screen 
swedged to the bottom of the 12-in. casing. The 
screen had 3 / l6- in . slot openings. The annular 
space between the casings and outside the screen 
was filled with selected gravel. 
A production test was made by the State Wa-
ter Survey on Nov. 26, 1934. The static water l e -
vel was 11 ft. below the ground surface and when 
pumping at 175 gpm. the drawdown was 8 ft. When 
pumping at rates of 210 and 278 gpm. the draw-
downs were 11.0 and 17.2 respectively. Hydrogen-
sulfide was reported to be present . 
The pumping equipment consists of: 76 ft. of 
6-in.id. column pipe; 7-in., 10-stage Fa i rbanks-
Morse turbine pump, No. 26314, rated at 150 gpm. 
and 6 ft. 2 in. long; 80 ft. of air line; 1 1/2 ft. of 
strainer; 15-hp., 1740 rpm. Fairbanks-Morse 
electric motor. 
On Sept. 10, 1948 the pump discharge rate to 
aerator was 268 gpm. The non-pumping water 
level was 15 1/2 ft. below the pump base and after 
18-minutes pumping at 268 gpm. the drawdown was 
12 ft. 
Analysis of a sample (Lab. No. 115,790) col-
lected Sept. 9, 1948 after 15-minutes pumping 
showed this water to have a hardness of 15.9 gr. 
per gal., a residue of 502 ppm., and an iron con-
tent of 5.3 ppm. 
The water is aerated, filtered and softened. 
Analysis of a sample (Lab. No. 115,786) col-
lected Sept. 9, 1948 showed the treated water to 
have a hardness of 8.3 gr. per gal., a mineral 
content of 505 ppm., and an iron content of 0.49 
ppm. 
Pumpage is estimated to average 14,420 gpd. 
LABORATORY NO. 115,790 
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LABORATORY NO. 115,786 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
village of Hampshire (757) in 1902. 
Water was first obtained from a 6-in. well 
drilled to a depth of 72 ft. and penetrating a s t ra -
tum of water-bearing sand and gravel. It is lo -
cated about 60 ft. south of Main St. and 60 ft. west 
of Jefferson St. (or approximately 650 ft. N. and 
100 ft. W.of the S. E. corner of Section 21, T. 42 
N., R. 6 E.). The elevation of the ground surface 
is 900t ft. 
Short production tests made in Apr., 1922 and 
June, 1923 indicated about 23 gpm. In Apr., 1922 
the non-pumping water level was 35 ft. below the 
pump base . This well was the source of the entire 
public supply until another well was drilled in 
1924. 
The pump installation, made in 1941, consists 
of a jet pump and a 3-hp. Century electric motor 
HAMPSHIRE 
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and is operated to deliver about 40 gpm. which is 
the present capacity of the well. 
The well is used for emergency purposes. 
Well No. 2 was drilled in 1924 to a depth of 
1178 ft. by P. E. Millis, Byron, and located about 
18 ft. southwest of the older well. It was reported 
to be cased with 10-in. pipe to rock at a depth of 
178 ft. below which the hole is 8-in. diameter to 
the bottom. Upon completion of the well the non-
pumping water level was 42 ft. below the ground 
surface. The production was 120 gpm. during a 
6-hr. pumping period. 
This well was later plugged at a depth of 400 
ft. and " s h o t " at a depth of about 300 ft. 
The existing pump installation, made in 1944, 
i s : 100 ft. of 6-in. od. column pipe; 8-in., 9-stage 
American Well Works turbine pump, No. 59046, 
Log of the J. B. Interrieden Co. Well, Hampshire, furnished by the 
State Geological Survey from the description of sample cuttings: 
LABORATORY NO. 111,401 
2 - Hampshire 
having a rated capacity of 125 gpm. against 190 ft. 
of head; the overall length of the pump is 5 ft. 5 3/4 
in.; 10 ft. of 5-in. suction pipe; 110 ft. of 1/4-in. 
gi. air line; 10-hp. U. S. electric motor. 
On May 18, 1938 the non-pumping water level 
was 25 ft. below the pump base. On Aug. 6, 1947 
the water level was 45 1/2 ft. below the pump base 
after a 15-min. idle period, and after 15-min. 
pumping at 125 gpm. the water level was 50 ft. 
Analysis of a sample (Lab. No. 111,401) col-
lected from a tap on the pressure tank after 15-
min. pumping at 125 gpm. showed this water to 
have a hardness of 10.3 gr. per gal., a residue of 
302ppm., and an iron content of0.4ppm. Methane 
gas has also been found to be present in the wa-
ter in a concentration of 3.3 cu. ft. per 1000 gal. 
Metered pumpage from Apr. 1 to July 1, 1947 
averaged 65,940 gpd. 
Pumpage from industrial wells in the vicinity 
averages 150,000 gpd. 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was placed in service 
by the village of Hanover (899) in 1923. 
Water is obtained from a well drilled by the 
Ohio Drilling Co., Massillon,.Ohio, and completed 
Jan. 10, 1922. The well i s i n the pumping station 
located at the end of Jackson St. about 110 ft. north 
of North Monroe St. (or approximately 1150 ft.N. 
and 2100 ft. W. of the S. E. corner of Section 9, 
T. 26 N., R. 2 E.). The well was drilled to a depth 
of 1090 ft. below a ground surface elevation of 
638± ft. 
The well casing record is : 30 ft. of 12-in. 
casing; 500 ft. of 8-in. casing; and 100 ft. of 6.-in. 
casing. The top of the 12-in. casing was evidently 
in a pit several feet below ground level, and the 
casing extended to the top of the rock. The 8-in. 
casing from the surface to a depth of 500 ft., and 
the 6-in. pipe probably serves as a liner through 
some shale formation. 
During drilling operations, water was en-
countered at a depth of 372 ft., in 59 ft. of water-
bearing sandstone formation; but the main supply 
was at a depth of 972 ft., in 100 ft. of water -bear-
ing sandstone. The ar tesian flow of the well was 
estimated in Feb. 1922 to be 300 gpm. At that 
time when pumping at a rate of 600 gpm. during 
the d r i l l e r ' s tes t , the water level was lowered to 
a depth of 13 1/2 ft. below the top of the casing. 
The pressure at that t ime, with no pumping, was 
HANOVER 
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20 lb. In 1937 there was artesian flow, but the 
static pressure had reduced to 16 lb. The free 
flow on the outside of the 12-in. casing, is wasted 
into the Apple River. No water can escape from 
between the 8 and 12-in. casings because the 
annular space between the casings is capped. 
On Dec. 7, 1946 the pumping water level was 
26 ft. below the pump base , and after 15 min. of 
shut-down, the water flowed to waste. The amount 
of this free flow was very small . 
Mr. Lee Harkness, Water Superintendent, ad-
vises that on Mar. 1, 1948 the following pumping 
equipment was installed: 60 ft. of 6-in. b ra s s col-
umn pipe; 6-in., 9-stage Aurora turbine pump, wa-
ter lubricated and with bronze impellers; 60 ft. 
of air line; 10 ft. of 6-in. suction pipe; 30-hp. U. S. 
electric motor. It was also reported in Jan. 1949. 
When pumping the water level is 60 ft. Twenty 
minutes after stopping the pump, the water flows 
over the top of the well. 
Analysis of a sample (Lab. No. 108,631) col-
lected Dec. 7, 1946 after 1-hr. pumping at 300 
gpm., showed the water from this well to have a 
hardness of 14.8 gr. per gal., a residue of 263 
ppm., and an iron content of 0.8 ppm. 
The average pumpage is estimated to be 80,000 
gpd., and the maximum summer pumpage is 
120,000 gpd. 
Sample-study log of well drilled in 1922 furnished by the State Geological Survey: 
2 - Hanover 
LABORATORY NO. 108,631 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed for the 
village of Hardin (838) in 1934, provided for by a 
Public Works Administration loan and grant. 
Water is obtained from a well drilled to a 
depth of 70 ft. by E. C. Kuhse, Grafton, and lo-
cated at the town hall on Main St. west of Water St. 
(or approximately 2450 ft. S. and 390 ft. W. of the 
N. E. corner of Section 27, T. 10 S., R. 2 W.). The 
elevatio.n of the top of the well is 440.6 ft. 
The well was cased with 55 ft. of 8 1/4-in. pipe 
and 15 ft. of 7 1/2-in. Cook Everdur screen, with 
No. 20 slot openings. The pumping assembly con-
sis ts of 48 ft. of 5-in. column pipe; 7 1/2-in. od., 
9-stage Peer less turbine pump, rated at 125 gpm. 
against 75 psi. pressure at 1760 rpm.; overall 
length of pump is 52 in.; 10 ft. of 5-in. suction 
pipe with strainer; 15-hp. U. S. electric motor. 
On Dec. 7, 1934, the non-pumping water level 
was 24 ft. below the top of the well and after 3-
h r . pumping at 205 gpm. the drawdown was 4 ft. 
HARDIN 
Calhoun County 
Sept. 23, 1948 
Correlated dr i l l e r ' s log of well drilled in 1934 
furnished by the State Geological Survey: 
Analysis of a sample (Lab. No. 115,899) col-
lected Sept. 23, 1948 after 20-minutes pumping, 
showed this water to have a hardness of 28.6 gr. 
per gal., a residue of 568 ppm., and an iron con-
tent of 0.1 ppm. 
Pumpage is estimated to average 100,000 gpd. 
LABORATORY NO. 115,899 
Illinois State Water Survey - Bulletin No. 40 
The village of Harmon (201) installed a public 
water supply in 1909. 
Water was first obtained from a well drilled 
in 1909 to a depth of 532 ft. by Jonah Stultz, Dixon, 
and located on the south side of North Ave. and on 
the west side of F i r s t St. (or approximately 2000 
ft. N. and 50 ft. W. of the S. E. corner of Section 
14, T. 20 N., R. 8 E.). The surface elevation is 
700± ft. 
Correlated d r i l l e r ' s log of well drilled in 1909 
furnished by the State Geological Survey: 
The well was 5 in. in diameter and equipped 
with a Gould's cylinder pump set at a depth of 90 
ft. Power was furnished by a 14-hp. Root and 
Vandervoort gasoline engine operating at 250 
rpm. 
The non-pumping water level in Dec. 1916 was 
7 ft. below the ground surface; and when pumping 
HARMON 
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at 30 gpm., the drawdown was about 60 to 65 ft. 
In 1938 the well was reported to have been 
abandoned since about 1923. It had been allowed to 
freeze, the cylinder lost in the well, and the pump 
rod was broken. This well is no longer in serv-
ice. 
Analysis of a sample (Lab. No. 36191) col-
lected Dec. 27, 1916 showed this water to have a 
hardness of 17.4 gr . per gal., a residue of 348 
ppm., and an iron content of 0.6 ppm. 
The village now obtains water from 8 driven 
wells arranged in 2 east-west rows, the north 
row about 8 ft. south of the old well. The rows are 
4 ft. apart , and the wells are spaced 4 ft. The 
wells are about 32 ft. deep. The drive pipes are 
1 1/4 in. in diameter with a 2 1/2-ft. length of 
well-point installed at the bottom of each drive 
pipe. All the wells are connected to a 5-in. by 
5-in. F. E. Myers Bros . suction pump operating 
at about 35 rpm. The 8 wells, pump, and old well 
are in a pit 4 ft. deep. The pump is driven by a 
3-hp. General Electric motor, operating at 1790 
rpm. 
Analysis of a sample (Lab. No. 112,899) col-
lected Dec. 12, 1947 after 2-hr. pumping, showed 
the water to have a hardness of 30.9 g r .per gal. , 
a residue of 682 ppm., and an iron content of 2.5 
ppm. 
Pumpage is estimated to average 16,000 gpd. 
A 
LABORATORY NO. 112,899 
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A public water supply was installed in 1926 by 
the village of Hartford (1842). 
At that time two wells were drilled, 100 ft. 
apart , by Thorpe Concrete Well Co., Alton, and lo-
cated west of St. Louis Road, between F i r s t and 
Second St. extended (or approximately 1190 ft. S. 
and 910 ft. W. of the N. E. corner of Section 4, 
T.4 N., R. 9 W.). The wells were drilled to depths 
of 67 ft. below a ground surface elevation of 430± 
ft., and cased with 16-in. id. concrete pipe with 
the lower 45 ft. porous concrete s t ra iners . 
Each well was equipped with a Chippewa Model 
E - 24 pump, with 8 3/4-in. cylinder and 24-in. 
stroke operated at 23 to 24 spm. When completed 
the pumps were operated for 16 hr . at a rate of 
more than 300 gpm. and the water level was low-
ered 7 to 8 ft. When pumping from both wells the 
drawdown was reported to be about 0.15 ft. great-
er than when pumping from one well only. On 
Dec. 1, 1926, the non-pumping water level in the 
north well was 22 ft. below ground level and after 
11-minutes pumping the drawdown was 7 to 8 ft. 
Analysis of a sample (Lab. No. 70013) col-
lected Dec. 7, 1931 showed this water to have a 
hardness of 22.3 gr. per gal., a residue of 448 
ppm., and an iron content of 16.0 ppm. 
The two wells were not used after 1934. 
Well No. 1 which was number three in the order 
of wells was drilled in 1934 to a depth of 115 ft. 
by Thorpe Concrete Well Co. and located 18 ft. 
west of the old south well. The well was cased 
with 26-in. id. concrete pipe. The length of the 
porous concrete strainer was not reported. 
The pumping equipment in Well No. 1 includes 
, a 4 1/2-in. column pipe; Pomona turbine pump, 
No. M 3176, rated at 200 gpm.; 9 ft. of 4 1/2-in. 
suction pipe; 7 1/2-hp., 1745 rpm. General Elec-
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t r ic motor. The bottom of the suction pipe is 93 
ft. below the pump base. 
Analysis of a sample (Lab. No. 98900) col-
lected Jan. 1944, showed this water to have a 
hardness of 24.5 gr. per gal., a mineral content 
of 460 ppm., and an iron content of 9.6 ppm. 
Well No. 2 was drilled by Thorpe in 1946 to a 
depth of 106 ft. and located 50 ft. west and a few 
feet north of Well No. 1. The well was cased with 
28-in. id. concrete pipe with a porous concrete 
pipe screen of unknown length. The pumping 
equipment includes a 4-in. column pipe; 2-stage 
Byron Jackson No. 1 BM bronze turbine, rated at 
200 gpm. against 90 ft. of head; the shafting is 
chrome steel; 7 1/2-hp., 1750 rpm. Byron Jack-
son submersible-type motor with the bottom of 
the motor set at 103 ft. 
The pump discharges at a rate of 180 gpm. 
Analysis of a sample (Lab. No. 116,680) col-
lected Dec. 7, 1948 shows the water from Well 
No. 2 to have a hardness of 27.0 gr. per gal., a 
residue of 566 ppm., and an iron content of 10.3 
ppm. 
The water is aerated, softened and chlorinated. 
Analysis of a sample (Lab. No. 116,681) col-
lected Dec. 7, 1948 showed the treated water to 
have a hardness of 11.9 gr. per gal., a mineral 
content of 255 ppm., and an iron content of 0.08 
ppm. 
The pump in Well No. 1 was not in service in 
Dec. 1948 but under normal operations, the pump 
in No. 1 is operated in the morning and the pump 
in Well No. 2 is operated in the afternoon of each 
day. 
Pumpage is estimated to average 85,000 gpd. 
LABORATORY NO. 116,680 
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Until 1948, the village of Hartsburg (269) had no 
public water supply. 
A well for public supply was completed to a 
depth of 96 ft. in Apr. 1948 by Bruner Machine and 
Supply Co., Hartsburg, and located about 20 ft. 
east of Second St. between Front and Logan St. 
(or approximately 250 ft. N. and 2390 ft. W. of the 
S. E. corner of Section 21, T. 21 N., R. 3 W.). 
The elevation of the ground surface is 600± ft. 
Sample-study log of well drilled in 1948 
furnished by the State Geological Survey: 
The well is cased with 8-in. pipe from 1 1/2 
ft. above to 84 ft. below ground level and with 12 
ft., exposed length, of 8-in. Johnson screen, hav-
ing equal sections of No. 20, 40, 60 and 80 slot 
openings. The bottom of the well was choked with 
a 14-in. oak plug. 
A production test was made by the State Water 
Survey on May5, 1948, using a 5-in. turbine t es t -
pump, belt-driven from a farm t ractor . The top 
HARTSBURG 
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of the bowls was 82.4 ft. below the top of the c a s -
ing. Before the test was started, the water level 
was 49.2 ft. below the top of the casing. After 
1/2-hr . pumping at 23 gpm. the drawdown was 5 
ft. The pumping rate was increased and after an 
additional 1 1/4-hr. pumping at 57 gpm., the draw-
down was 13 1/2 ft. The pumping rate was then 
increased to 70 gpm. and after 3/4 h r . the draw-
down was 27 ft. 
A production rate of 25 gpm. was needed by the 
village. 
Analysis of a sample (Lab. No. 118,251) col-
lected May 18, 1948 after 5-min. pumping at 45 
gpm. showed this water to have a hardness of 
31.8 gr. per gal., a residue of 694 ppm., and an 
iron content of 0.1 ppm. 
The water is softened. Analysis of a sample 
(Lab. No. 118,391) collected May 18, 1949 showed 
the treated water to have a hardness of 3.4 gr. per 
gal., a mineral content of 640 ppm., and a t race of 
iron content. 
The well-pumping equipment includes 80 ft. of 
3-in. column pipe; Pomona turbine pump, No. 
SJ 231 having an overall length of 6 ft. 10 in.; 10 
ft. of 3-in. suction pipe; 5-hp. General Electr ic 
motor. 
On Sept. 16, 1948, the depth to water was 50 
ft. below the top of the casing. 
LABORATORY NO. 118,251 
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A public water supply was installed by the 
city of Harvard (3121) in 1892. 
The initial supply was obtained from a well 
drilled to a depth of 1600 ft. and located about 80 
ft. southerly of Gertrude St. and 150 ft. westerly 
of Ayer St. (approximately 650 ft. N. and 2200 ft. 
E. of the S. W. corner of Section 35, T. 46 N., R. 
5 E.). The ground surface elevation is 925t ft. 
The well was reported originally to be cased 
with 10-in. pipe to a depth of 150 ft., below which 
the hole was 8 in. in diameter from 150 to 300 
ft. and 6 in. in diameter for the balance of the 
depth. On July 8, 1914 the non-pumping water 
level was reported to be about 20 ft. below the 
ground surface and when pumping with a cylinder 
setting of 115 ft. the plunger pump frequently 
broke suction. 
In Aug. 1922 an air lift was installed. A 2-in. 
air pipe extended to a depth of 551 ft. and the 
eduction pipe was 170 ft. of 5-in. and 442 ft. of 
5 5/8-in. During a test made on Aug. 18, 1922 the 
production was 315 gpm. The starting and op-
erating p ressures were 202 and 148 lb. respect -
ively. The " shu t - in" pressure was 133 psi . , or 
306.5 ft., the drawdown was 210 ft. from a non-
pumping water level of 33 ft. below the floor sur-
face. By Nov. 8, 1922 the air-pipe was lowered 
36 ft. to a depth of 587 ft. to increase the. sub-
mergence. At that time the production was 286 
gpm. as calculated f romreservoir measurements . 
On May 19, 1938 a new 2-in. air-pipe was r e -
ported to be 600 ft. long. A production of 250 
gpm. was reported when the air lift was oper-
ated 5 h r . a day. In May 1944 the production was 
276 gpm. as measured in the surface storage 
reservoi r . 
Since Mar. 1947 the well has been used as a 
stand-by unit. It is maintained for service and 
operated every two weeks. 
Well No. 2 was drilled to a depth of 742 ft. by 
C. D. Acley, Walworth, Wisc., in 1913 and lo-
cated about 53 ft. southerly of Metzen St. and 
150 ft. westerly of Ayer St., or about 27 ft. north-
erly of Well No. 1. The well is reported 8-in. in 
diameter from the surface to a depth of 156 ft. 
and 6-in. at the bottom. 
When completed the production was reported 
to be 150 gpm. and the pumping water level was 
176 ft. below the surface. The water level was 
lowered when pumping from Well No. 1. On Nov. 
11, 1922 during a 4-hr . period of continuous pump-
HARVARD 
McHenry County 
July 30, 1947 
ing at 290 gpm. in Well No. 1, the water level in 
Well No. 2 was lowered from a depth of approxi-
mately 45 ft. to a depth of 109 ft. 
Well No. 2 was continued in service until 1929 
when it was abandoned. The pump pipe was pulled 
and the casing cut off beneath the ground surface 
and plugged with concrete in Jan. 1944. 
Well No. 3 was constructed to a depth of 71 ft. 
by Fairbanks-Morse & Co. in 1929 and located 
about 75 ft. southwest of Well No. 1. It was dug 
and lined with a 48-in. steel tube to a depth of 30 
ft., with a 45-in. steel tube between depths of 30 
and 43 ft., and 42-in. steel tube between 43 ft. 
and rock at 71 ft. A 16-in. porcelain enameled 
cast- i ron screen 15 ft; long was installed and 
seated on the rock, above which was set a 14-in. 
casing extending to the ground surface. The an-
nular space between the bottom and a depth of 32 
ft. was filled with washed selected pea gravel and 
the 42-in. steel tubing withdrawn. A 32-in. steel 
tube was installed from the surface to a depth of 
32 ft. and its annular space was filled with con-
crete . The space between the 14-in. casing and 
the 32-in. tube was filled with gravel. Water-
bearing gravel was encountered between the 
depths of 43 and 71 ft. and when the well was 
completed, the non-pumping water level was 15 
ft. below the ground surface. In a production test , 
made upon the completion of the well, the p r o -
duction rate was 550 gpm. which slowly increased 
to 600 gpm. after the well was placed in service. 
The production rate fell off in 1938 and on 
May 19, 1938 after pumping at 600 gpm. for less 
than 15 min., the water was drawn down to the 
bottom of the suction pipe at a depth of 68 ft. A 
new turbine pump was installed in 1940 but no 
improvement in production was shown. The non-
pumping water level at that time was 16 to 18 ft. 
below the surface. In May 1944 the production 
was 260 gpm. or about 50 per cent of i ts original 
capacity. 
The capacity continued to drop off and on Aug. 
13, 1946 the well was acidized. After acidiza-
tion, a production in excess of 500 gpm. was ob-
tained. 
The existing pump installation, made in 1940, 
i s : 60 ft. of 8-in. column pipe; 8-in., 3-stage 
Fairbanks-Morse turbine pump; 24-in. length of 
cone shaped strainer; 15-hp. Fairbanks-Morse 
electric motor. 
This unit was reported delivering 600 gpm. 
to the ground storage reservoir at the site on 
2 - H a r v a r d 
July 14, 1947, and s ince M a r . 1947 th i s wel l h a s 
fu rn i shed the e n t i r e public w a t e r demand a v e r a g -
ing 180,000 gpd. 
A n a l y s i s of a sample (Lab . No. 111,090) c o l -
l ec ted July 14, 1947 after 1-hr . pumping at about 
600 gpm. showed th i s w a t e r to have a h a r d n e s s of 
29.9 g r . p e r ga l . , a r e s i d u e of 589 ppm. , and an 
i r o n content of 0.1 p p m . 
Wel l No. 4 w a s c o n s t r u c t e d in 1946 by L a y n e -
W e s t e r n C o . , Ch icago , as a g r a v e l packed wel l to 
a depth of 69 ft. and loca ted in the south end of 
Ayer St. about 100 ft. no r th of the south c i ty l i -
m i t s ( app rox ima te ly 100 ft. N. and 2100 ft. E. of 
the S. W. c o r n e r of Sect ion 35). The ground s u r -
face e l eva t ion is 920± ft. 
The following in format ion r e l a t i v e to i t s c o n -
s t ruc t ion was furn ished by the Wel l s Eng inee r ing 
Co . : 
The f o r m a t i o n pene t r a t ed c o n s i s t e d of sand 
and c lay f r o m the su r face to a depth of 49 ft. which 
w a s followed by g r a v e l to the bo t tom. A c o n c r e t e 
plug was p l aced at the 69 ft. l e v e l . 
Cas ing R e c o r d of Well No. 4 
60 - in . f r o m su r face to 20 ft. - r e m o v e d upon 
comple t ion 
38 - in . f r o m su r face to 49 ft. 
26- in . f r o m su r face to 49 ft. 
26 - in . s c r e e n f r o m 49 to 69 ft. 
The annu la r s p a c e ou t s ide the cas ing and s c r e e n 
w a s filled with s e l e c t e d g r a v e l . 
On M a r . 26, 1946, pumping was s t a r t e d at a. 
r a t e of 200 g p m . and i n c r e a s e d to 385 gpm. After 
4 1/2 h r . , the drawdown w a s 29 ft. f r o m a n o n -
pumping w a t e r l eve l of 17 ft. below the s u r f a c e . 
After the we l l was p laced in s e r v i c e i t s r a t e 
of p roduc t ion d ropped to 275 gpm. The wel l was 
ac id i zed on Nov. 23 , 1946 and after ac id iza t ion a 
p roduc t ion of 375 gpm. w a s r e p o r t e d . 
On July 14, 1947, the following pumping e q u i p -
m e n t w a s on hand but not i n s t a l l e d : 40 ft. of 6- in . 
co lumn p ipe ; 12- in . , 3 - s t a g e A m e r i c a n Well Works 
tu rb ine pump Shop No. 72530 hav ing an o v e r a l l 
length of 44 in . and a r a t e d capac i ty of 425 gpm. 
aga ins t 65 ft. of head at 1160 r p m . ; 2 ft. of 8- in . 
suct ion p ipe ; 2 ft. of 8- in . s t r a i n e r . A 10-hp . 
G e n e r a l E l e c t r i c m o t o r was o n o r d e r . 
Bowman Da i ry Co . h a s 3 we l l s located at the 
p lant on the e a s t s ide of Jef ferson St . , j u s t south 
of the Chicago and N o r t h w e s t e r n Rai lway ( a p -
p r o x i m a t e l y 500 ft. N. and 500 ft. W. of the S. E. 
c o r n e r of Sect ion 35). Wel l No. 2 was d r i l l e d to 
a depth of 804 ft. in 1920 by W. L. Tho rne Co . , 
Des P l a i n e s . 
C o r r e l a t e d d r i l l e r ' s log of Bowman D a i r y C o . 
Well No. 2 furn ished by the State Geologica l 
Survey: 
LABORATORY NO. 111,090 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
city of Havana (3999) about 1889. 
Water was originally obtained from 10 wells 
located at the water works pumping station lo-
cated two blocks east of the Court House Square 
on the north side of Main St. (or approximately 
1500 ft. S. and 850 ft. W. of the N. E. corner of 
Section 1, T. 21 N., R. 9 W.). 
Two of the wells were located within the pump 
station and spaced 12 ft. apart . The other eight 
were in two pits just outside the station, and the 
wells in each group were in a square with 10 ft. 
spacing between wells. All of the wells were with-
in a radius of 30 ft. The pits were 15 ft. deep be-
low a ground surface elevation of 470± ft., and 16 
ft. in diameter . The pit was floored with concrete. 
Each well was 72 ft. deep and cased to a depth of 
52 ft. with 6-in. pipe, below which a 20-ft. Cook 
strainer was placed. 
Water was pumped by two Deane, tandem-
compound, double-acting duplex plunger pumps set 
in the pits and with 10-in. suctions connected to 
6-in. suction pipes set in the well casings. The 
suction lift averaged about 15 ft. 
In Nov. 1914 the non-pumping water level was 
30 ft. below ground surface. 
In 1938 all water for the public supply was ob-
tained from a well constructed in 1930 by Thorpe 
Concrete Well Co., Alton, and located a few feet 
from the old wells, some of which had been plugged. 
The Thorpe well is 85 ft. below the ground 
surface and has 65 ft. of 26-in. id. blank con-
crete casing and 20 ft. of 26-in. id. porous con-
crete screen. 
HAVANA 
Mason County 
Feb. 16, 1948 
Water is pumped by two 3-in. Fai rbanks-
Morse centrifugal pumps, No. 186804 and 186805, 
each rated at 500 gpm. Power is furnished by a 
25-hp. Fairbanks-Morse electric motor. 
In Apr. 1938, the non-pumping water level 
was reported to be 33 ft. below ground surface. 
A well was completed in 1942 to a depth of 85 
ft. by C. B. Layman, Havana, and located 30 ft. 
south and 20 ft. east of the Thorpe Well. 
The well was drilled originally to a depth of 
90 ft. but the casing was pulled back about five feet. 
It was cased with 70 ft. of 12-in. steel pipe and 
with 15 ft. of Cook screen. The pumping equipment 
consists of 70 ft. of 8-in. column pipe; single-stage 
Fairbanks-Morse turbine pump, No. 189919, rated 
at 950 gpm.; 10 ft. of 8-in. suction pipe; 70 ft. of 
air line; 50-hp. Fairbanks-Morse electric motor, 
No. 432791, operated at 1760 rpm. 
In Feb. 1948, the non-pumping water level was 
reported to be 22 ft. below the pump base which 
was approximate ground level, and when pumping 
at 950 gpm. the drawdown was seven feet. No 
readings could be made because either the air 
line was defective or the gauge was out of order . 
This well is the principal source of supply, but 
when this supply is insufficient, either one or both 
of the centrifugal pumps operate automatically. 
Analysis of a sample (Lab. No. 113,476) col-
lected after 15-min. pumping showed this water to 
have a hardness of 10.9 gr. per gal., a residue of 
232 ppm., and an iron content of 0.2 ppm. 
Pumpage is estimated to average 290,000 gpd. 
LABORATORY NO.-113,476 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the vil-
lage of Hebron (627) in 1904 - 1905. 
Water is furnished by a well drilled to a depth 
of 269 ft. 5 in. and located about 12 ft. south of 
North Western Ave. and 280 ft. west of North Main 
St. (approximately 300 ft. N. and 280 ft. W. of the 
S. E. corner of Section 8, T. 46 N., R. 7 E.). The 
elevation at the ground surface is 930± ft. 
The well was drilled by J. W. Miller, Genoa, 
Wis., who reported that the well passed through 
"c lay , then putty sand for many feet and ends in 
water-bearing grave l" . The well was reported 
to be cased with 8-in. pipe from the surface to a 
depth of 173 ft. 3 in., and 6-in. pipe from 155 1/2 
ft. to 258 ft. 5 in. Below the bottom of the 6-in. 
casing a 16-ft. slotted b ras s screen was driven 
11 ft., lapping the 6-in. casing 5 ft. When the well 
was completed the water level was reported to be 
61 ft. below the ground surface. 
HEBRON 
McHenry County 
July 30, 1947 
The following pump installation, made in 1932, 
was pulled for inspection in 1945 and re-installed: 
130 ft. of 5-in. od. column pipe; 7-in., 8-stage 
Fairbanks-Morse turbine pump, Factory No. 
21999, rated at a capacity of 210 gpm. against 
130 ft. of head; the overall length of the pump is 
4 ft. 10 in.; 10 ft. of 5-in. od. suction pipe; 15-hp. 
Fairbanks-Morse electric motor. An unrecorded 
length of air line is in place. 
Analysis of a sample (Lab. No. 110,980) col-
lected July 9, 1947 after 25-min. pumping at a 
rate of about 200 gpm. showed this water to have 
a hardness of 14.9 gr. per gal., a residue of 288 
ppm., and an iron content of 0.8 ppm. 
In June, 1947, the estimated average pumpage 
was about 120,000 gpd. The largest industrial 
consumers were the Borden Milk Co., Wilbrandt 
Packing Co., and Lossee Products Co. 
LABORATORY NO. 110,980 
Illinois State Water Survey - Bulletin No. 40 
The public water supply for the village of 
Hennepin (396) is obtained from a well which was 
drilled in 1875 and located near the center of the 
public square (or approximately 1350 ft. N. and 
1600 ft. W. of the S. E. corner of Section 9, T. 
32 N., R. 2 W.). 
The well was drilled at a diameter of 4 in. to 
a depth of 800 ft. 
Correlated dr i l l e r ' s log of well drilled in 1875 
furnished by the State Geological Survey: 
The elevation of the ground surface is 503± ft. 
The well was originally cased with 4-in. pipe to a 
depth of 400 ft.; but in 1910, on account of de-
creased p re s su re , Mr. Winfield Hall cleaned the 
well, drilled it a few feet deeper, and installed 
480 ft. of 4-in. casing. 
In 1875, the artesian flow rose to 65 ft. above 
the top of the well and was estimated at 80 gpm. 
HENNEPIN 
Putnam County 
Apr. 10, 1947 
In 1910 the pressure had decreased to 18 psi . , 
which was sufficient to flow directly into the 
distribution system but insufficient to supply the 
50-ft. elevated storage tank. After the repair of 
the well by Mr. Hall in 1910, the pressure was 
still insufficient to supply the tank. In 1926 the 
pressure was reported to be 10 psi . , sufficient to 
distribute water for normal use. 
There were a number of private wells about 
100 ft. in depth. In 1926 the water level in these 
wells was reported to be 70 ft. below the ground 
surface. 
In 1938 the well was connected directly to the 
distribution system, but the pump was not avail-
able. Some drinking fountains and watering 
troughs had been abandoned in order to increase 
the pressure in the system. 
In 1939 the well was cleaned and recased by 
Chris Ebert , Washington, after which the ar tes ian 
flow was 20 gpm., and the pressure was 17 psi. 
A summary of the flows and pressure is: 
Analysis of a sample (Lab. No. 109,926) col-
lected Apr. 13, 1947, showed the water to have a 
hardness of 3.7 gr. per gal., a residue of 2865 
ppm., and an iron content of 2.0 ppm. 
In 1941, Schwiderski & Son drilled a 4-in. well 
in the east part of Hennepin. This well is 100 ft. 
deep and cased with 4 in. pipe to a depth of 95 ft. 
LABORATORY NO. 109,926 
2 - Hennepin 
and a 5-ft. sec t ion of Clayton s c r e e n with No. 60 
s lot open ings . T h e r e is 80 ft. of d r o p p ipe , a 
2 1/2- in . cy l inde r , and 4 ft. of suct ion p ipe . 
At p r e s e n t the well i s s e l d o m used . When the 
wel l was comple t ed , the non-pumping w a t e r l eve l 
was 78 ft. be low the ground s u r f a c e . Wate r w a s 
pumped 2 h r . a t 25 gpm. when the wel l was c o m -
p le ted . 
P u m p a g e i s e s t i m a t e d a t 3700 gpd. 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the city 
of Henry (1877) in 1902. 
Water was obtained from 2 tubular wells, 8 ft. 
apart , in sand and gravel, and located at the pump-
ing station on rising ground about 200 ft. from 
the r iver bank. Each well was 8 in. in diameter 
and 40 ft. deep, with a Johnson strainer , 8 ft. in 
length. Due to an insufficient supply of water, a 
third well was dug in 1903 to a diameter of 8 ft. 
and to a depth of 40 ft. It was located about 10 
ft. distant from the tubular wells. The walls of 
the dug well were lined with brick, laid in cement 
mortar to a depth of 10 ft. from the top and with 
open joints below that depth-. A Roots rotary pump 
with 6-in. suction and 4-in. discharge pipe was 
connected directly to the casing of each tubular 
well and also could draw water from the dug well. 
Each pump was rated at 500,000 gpd. 
Subsequently the tubular wells were abandoned 
and filled, and in July 1938 the dug well was r e -
ported to be only 22 ft. deep and could be pumped 
dry in summer t ime. 
The dug well was abandoned in 1945 after a 
new well was placed in operation. 
In 1930 Fred Bickorman, Henry, drilled a well, 
now called Well No. 1, 20 ft. southeast of the south 
corner of the pumping station which faces north-
w e s t e r approximately 1590 ft. N. and 1150 ft. W. 
of the S.E. corner of Section 16, T. 13 N., R. 10 
E.). The well is 8 in. in diameter and 62 ft. deep 
below a ground surface elevation of 480± ft. A No. 
30 slot screen, 14 ft. long, is installed in the bot-
tom. 
The well is equipped with 40 ft. of 6-in. column 
pipe; 7 5/8-in., 9-stage American Well Works tu r -
bine pump, No. 58653, rated at 300 gpm. against a 
HENRY 
Marshall County 
Feb. 3, 1947 
head of 200 ft;; the overall length of the pump is 
5 ft. 19/16 in.; 10 ft. of 5-in. suction pipe; 25-hp. 
U. S. electric motor, No. 114757. 
In July 1938 the non-pumping water level was 
reported to be 18 ft. below the ground surface. 
Analysis of a sample (Lab. No. 108,854), col-
lected Jan. 8, 1947, showed the water from Well 
No. 1 to have a hardness of 20.6 gr . per gal., a 
residue of 436 ppm., and a t race of iron. 
In 1936 Mike Schwiderski, Henry, drilled Well 
N6. 2, at a location 30 ft. northeast of the north-
east side of the pumping station (or approximately 
1620 ft. N. and 1080 ft. W. of the S. E. corner of 
Section 16). The well is 12 in. in diameter and 
62 ft. deep with a No. 30 slot screen, 14 ft. long, 
installed in the bottom. The well is equipped 
with 40 ft. of 6-in. column pipe; 12-in., 4-stage 
American Well Works turbine pump, No. 60199, 
rated at 500 gpm. against a head of 220 ft.; the 
overall length of the pump is 4 ft. 5 15/16 in.; 
10 ft. of 8-in. suction pipe; 40-hp. U. S. electric 
motor, No. 136323. 
In July 1938 the non-pumping water level was 
reported to be 18 ft.below the ground surface, and 
the drawdown was 24 ft. when pumping at 550 gpm. 
In 1944, a well, No. 3, was drilled by H. W. 
Packard, Washburn, and located 20 ft. northwest 
of the west corner of the pumping station. The 
well is 74.1/2 ft. deep and cased with 12-in. pipe 
with 14 ft. of No. 30 slot screen installed in the 
bottom. 
The pump assembly consists of 50 ft. of 6-in. 
column pipe; 9 5/8-in., 5-stage American Well 
Works turbine pump, No. 17264, rated at 500 gpm. 
with an overall length of 4 ft. 7 in.; 10 ft. of 6-in. 
LABORATORY NO. 108,854 
2 - Henry 
suction pipe with 6-in. suction strainer; 50 ft. of 
air l ine;40-hp. U. S. electric motor, No. 448315. 
The pump is also equipped with a Johnson Com-
bination geared head, so that, in case of e m e r -
gency, it can be connected to a Wisconsin gasoline 
engine. 
Water is pumped from the wells into 2 hor i -
zontal cylindrical p ressure tanks, each tank being 
8 ft. in diameter and 36 ft. in length, with a com-
bined capacity of 27,000 gal. The tanks were in-
stalled new in 1937 replacing tanks of the same 
dimensions, which had been set at the time of the 
original water works installation in 1902. The 
pumps start automatically when the pressure 
drops to 50 psi . , and at such times there is usually 
3 1/2 ft. depth of water in the tanks. When the 
pressure increases to 70 lb., the pumps stop auto-
matically, and the water in the tanks is about4.69 
ft. deep. The major portion of the town is at an 
elevation of 30 ft. above the pumping station, and 
the pressure ranges from 37 to 62 lb. In an e m e r -
gency, such as fire, the pressure tanks are cut off, 
and direct pumping pressure of 100 lb. or more is 
maintained. 
All 3 wells are used to supply water to the city. 
Pumpage is estimated at 200,000 gpd. 
Illinois State Water Survey - Bulletin No. 40 
The village of Herscher (416) installed a public 
water supply about 1895. 
Water was first obtained from a well located 
about 190 ft. south of Kankakee Ave. and 100 ft. E. 
of Oak St. (or approximately 2175 ft. N. and 1100 
ft. W. of the S. E. corner of Section 29, T. 30 N., 
R. 10 E.) . This well was 5 in. in diameter and 
about 165 ft. deep and was equipped with a wind-
mil l-driven pump. The well is now sealed at a 
point 3 ft. below the ground surface. 
Water was then obtained from a well called 
Well No. 1, reported to have been drilled about 
1895, and located about 30 ft. north of the old well. 
This well was 5 in. in diameter and was drilled to 
a depth of 165 ft. below a surface elevation of 665± 
ft. The casing extended a short distance into rock 
at a depth of 48 ft. 
Water was originally pumped from this well by 
means of a pump jack, driven by a gasoline motor. 
In 1925 the well was equipped as follows: 120 ft. of 
4-in. drop pipe; 3 3/4-in. by 16-in. Fairbanks-
Morse cylinder pump rated at 20 gpm. and oper-
ating at 28 rpm.; 8 ft. of 2-in. suction pipe; 5-hp. 
Fairbanks-Morse electric motor, No. 136565, op-
erating at 1150 rpm. 
In 1938 the non-pumping water level was 40 ft. 
below the ground surface. In 1941, it was reported 
that the well was filled to about 90 ft. and was p ro -
ducing very little water. 
Analysis of a sample (Lab. No. 89978), col-
lected Mar. 4, 1941, showed the water to have a 
hardness of 15.6 gr. per gal., a residue of 375 
ppm., and no iron content. 
This well has been abandoned, and in 1946 
plans were being made for sealing the well. It is 
HERSCHER 
Kankakee County 
Dec. 15, 1947 
capped about 3 ft. below the pump base. 
Well No. 2 was drilled in 1941 by George J. 
Berns , Chebanse, and is located at the southwest 
corner of the intersection of Kankakee Ave. and 
Maple St. (or approximately 2850 ft. S. and 430 
ft. W. of the N. E. corner of Section 29.). The 
surface elevation is 665± ft. On July 1, 1941, 
when drilling had reached a depth of 70 ft., no 
water was found. 
Another hole was drilled to a depth of 52 ft. 
about 40 ft. south of Well No. 2, but no water was 
encountered. 
Well No. 3 was drilled in 1941 by George 
Berns , and was located about 95 ft. southwest of 
Well No. 1. When drilling was between 66 and 
201 ft., the water level was 48 ft., but at 201 ft., 
a crevice was encountered into which all the wa-
ter escaped. The well was then abandoned and 
plugged and the casing removed. It is reported 
that the production of Well No. 1 decreased after 
this hole was drilled. 
Well No. 4 was drilled in 1944 by Ray Feue r -
born, Batavia, and is located about 55 ft. south of 
Well No. 1, 105 ft. east of Oak St. and 225 ft. south 
of Kankakee Ave. (or approximately 2150 ft. N. 
and 1100 ft. W. of the S. E. corner of Section 29). 
The well is 725 ft. deep. 
The well was cased with 8-in. drive pipe 
from the surface to 51 ft. 10 in. and with 6-in. 
pipe from the surface to 244 ft. F rom 244 to 725 
ft., the hole was 6 in. in diameter . The casing 
was cemented in. 
Before a production test , made in July 1944, 
the water level was 185 ft. When pumping at 125 
gpm., the drawdown was 8 ft. 
LABORATORY NO. 112,753 
2 - H e r s c h e r 
S a m p l e - s t u d y log of Well No. 4 furn ished by the 
State Geolog ica l Survey : 
The wel l is equipped as fol lows: 240 ft. of 4-
in . co lumn pipe; 6 - in . , 27 - s t age P o m o n a tu rb ine 
pump, No. SE 2447, r a t e d at 160 g p m . , aga ins t 292 
ft. of head ; 220 ft. of (defective) 1/4-in. s t e e l a i r 
l ine; 20 -hp . West inghouse e l e c t r i c m o t o r . When 
the pump w a s ins ta l l ed in the fall of 1944 the 
d i s tance ' to w a t e r m e a s u r e d 176 ft. be low the pump 
b a s e . In A p r i l 1945 the non-pumping wa te r l eve l 
w a s 178 1/2 ft. The pump w a s o p e r a t e d about 1 
h r . pe r day. 
Ana lys i s of a s amp le (Lab . No. 112,753), c o l -
lec ted D e c . 2, 1947 af ter 4 0 - m i n . pumping at 160 
gpm. showed th i s wa te r to have a h a r d n e s s of 
19.0 g r . pe r ga l . , a r e s i d u e of 1298 p p m . , and an 
i r o n content of 0.2 ppm. 
Pumpage i s e s t i m a t e d to be 15,000 gpd. 
I l l ino is S ta te Wate r Survey - Bul le t in No. 40 
The v i l lage of Heyworth (996 ) in s t a l l ed a p u b -
l ic wa te r supply in 1936. 
The State Geolog ica l Survey m a d e an e l e c t r i c a l 
e a r t h r e s i s t i v i t y s u r v e y i n and w e s t of Heyworth in 
1935. 
T e s t w e l l s w e r e d r i l l ed a t s e v e r a l locat ions i n 
and nea r the v i l lage in an a t t e m p t to loca te a s u i t -
able s o u r c e of w a t e r for the publ ic supply. 
T e s t Well No. 1 was loca ted approx ima te ly 
400 ft. N. and 100 ft. E. of the S. W. c o r n e r of 
Sect ion 34, T. 22 N. R. 2 E. and was f inished at a 
depth of 96 ft. The ground e leva t ion at the s i te 
is 750± ft. 
S a m p l e - s t u d y log of T e s t Well No. 1 furnished by 
the State Geologica l Survey: 
A produc t ion t e s t was m a d e on Dec . 13, 1934. 
After 2 1/2-hr. pumping at an a v e r a g e r a t e of 50 
gpm. , the drawdown was 55.2 ft. be low a n o n -
pumping w a t e r level of 21 ft. and was s t i l l i n -
c r e a s i n g . 
Ana lys i s of a s ample (Lab . No. 75475) c o l -
l ec ted Dec . 14, 1934, showed the wa te r to have a 
h a r d n e s s of 24.3 g r . p e r ga l . , a r e s i d u e of 475 
ppm. , and an i r o n content of 3.0 p p m . 
T e s t Well No. 6 was loca ted about 100 ft. E. 
of T e s t Well No. I and was r e p o r t e d to be 90 1/2 
ft. d eep . During a product ion t e s t m a d e June 7, 
1935, the y ie ld was 22 g p m . with a drawdown of 
HEYWORTH 
M c L e a n County 
Oct . 8, 1948 
59 1/2 ft. be low a non-pumping w a t e r l eve l of 13 
ft. 
T e s t Well No . 7 was loca ted 1 1/2 m i l e s w e s t 
of town (or a p p r o x i m a t e l y 50 ft. N. and 250 ft. E. 
of the S. W. c o r n e r of Sect ion 32). The wel l was 
6 in . in d i a m e t e r and 107 ft. d e e p . A p roduc t ion 
t e s t was m a d e June 25 , 1935. The non-pumping 
w a t e r l eve l was 13 ft. be low the ground s u r f a c e . 
After 1-hr . pumping a t 40 g p m . , the wa te r l eve l 
was d r a w n b e l o w the bo t tom of the suc t ion pipe at 
a depth of 87 ft. The pump w a s stopped for 1 h r . 
and then s t a r t e d at a r a t e of 30 gpm. The pump 
aga in b r o k e suc t ion after 45 m i n u t e s . 
Ana lys i s of a s a m p l e (Lab . No. 76223) showed 
the w a t e r to have a h a r d n e s s of 13.9 g r . p e r g a l . , 
a r e s i d u e of 349 p p m . , and an i r o n content of 1.6 
p p m . 
T e s t Well No. 8 was loca ted in the va l ley of 
Kickapoo C r e e k in the S. W. 1/4, S. W. 1/4 of 
Sect ion 32 . The wel l is 6 in . in d i a m e t e r , 66 ft. 
d e e p , and p e n e t r a t e d c l ean , c o a r s e sand and g r a -
ve l be tween the depths of 7 and 66 ft. 
A 6 - h r . p roduc t ion t e s t w a s made July 8 , 
1935. During the l a s t 5 h r . of the t e s t , the wel l 
p roduced 250 g p m . with a d rawdown of 8 ft. b e -
low a non-pumping water l eve l of 6 ft. 9 in . 
The Heywor th v i l lage wel l was d r i l l ed by L u -
the r R. B u r t , Deca tur and is loca ted about 150 ft. 
south and 100 ft. w e s t of T e s t Well No. 8, about 
150 ft. south of State Highway No. 119 and 1.7 
m i l e s w e s t of U . S . Highway No. 5 1 , in Heywor th , 
(in N. W. 1/4 N. W. 1/4 of Sect ion 5, T. 21 N. , 
R. 2 E . ) . The wel l is 61 ft. 8 in . deep , and is 
c a s e d with 12- in . pipe with 20 ft. of 12- in . , Johnson 
wel l s c r e e n , having No. 100 s lo t open ings . 
A p roduc t ion t e s t was m a d e by the State Wate r 
Survey Sept . 23 , 1935. The wel l p roduced 275 
gpm. with a d rawdown of 3.2 ft., and 380 gpm. with 
a drawdown of 4.2 ft. be low a non-pumping w a t e r 
l eve l of 18 ft. below the ground s u r f a c e . 
A p roduc t ion t e s t w a s m a d e Oct . 5 , 1936. F o r 
2 h r . the p roduc t ion r a t e was 160 g p m . with a 
drawdown of 2 ft. below a non-pumping wa te r l eve l 
of 19 1/2 ft. be low the pump b a s e . 
The pump ins t a l l a t ion c o n s i s t s of 40 ft. of 5 - in . 
co lumn p ipe ; 7- in . od . , 12-s tage F a i r b a n k s - M o r s e 
d e e p - w e l l tu rb ine p u m p , No. 29783 having 6 ft. 10 
in . o v e r a l l length and r a t e d a t 250 gpm. ; 2 0 - h p . 
F a i r b a n k s - M o r s e induct ion m o t o r ope ra t ing a t 
1750 r p m . An iden t i ca l r e p l a c e m e n t of the pump 
2 - Heyworth 
assembly was made in Apr. 1948. 
A 24-hr. production test was made Oct. 12-
13, 1936. The well produced 155 gpm. with a 
drawdown of 1.5 ft. and 325 gpm. with a drawdown 
of 3.2 ft. below a non-pumping water level of 20 
ft. below the pump base plate. 
Analysis of a sample (Lab. No. 115,894) col-
lected Sept. 23, 1948 after 3-hr. pumping at 100 
gpm., showed the water to have a hardness of 
17.5 gr. per gal., a residue of 590 ppm., and an 
iron content of 3.3 ppm. 
All water is aerated and filtered. Analysis of a 
sample (Lab. No. 116,040) collected Sept. 23, 1948 
showed the treated water to have a hardness of 
19.2 gr. per gal., a mineral content of 338 ppm., 
and an iron content of 0.14 ppm. 
From Sept. 1, 1947 to Sept. 1, 1948, pumpage 
averaged 38,770 gpd. 
LABORATORY NO. 115,894 
Illinois State Water Survey - Bulletin No. 40 
A public water supply system was installed 
by the village of Hillside (1080) about 1927. Wa-
ter was first obtained from a well located about 
100 ft. west of Wolf Road and 100 ft. south of the 
Illinois Central right-of-way (or approximately 
2900 ft. N. and 100 ft. W. of the S. E. corner of 
Section 18, T. 39 N., R. 12 E.) . The well was 
originally drilled to a depth of 591 ft. by W. H. 
Cater. The elevation of the pump base is 668.97 
ft. Original production and water levels are not 
known but the yield was reported to be less than 
100 gpm. in Jan. 1937. 
In a sample collected Nov. 30, 1937 the water 
was shown by analysis to have a hardness of 24.7 
gr . per gal. , a total mineral content of 558 ppm., 
and an iron content of 0.4 ppm. 
HILLSIDE 
Cook County 
April 12, 1948 
This well was deepened by the J. P. Miller 
Artesian Well Co. in 1940 to a depth of 1970 ft. 
TABLE 1 
Hole Record 
12-in. hole to a depth of 467 ft. 
10-in. hole from 467 to 1288 ft. 
8-in. hole from 1288 to 1675 ft. 
6-in. hole from 1675 to 1970 ft. 
12-in. drive pipe from surface to 
limestone at 22 ft. 
10-in. from surface to 467 ft. 
8-in. liner from 1199 to 1288 ft. 
6-in. liner from 1447 to 1675 ft. 
Sample-study and dr i l l e r ' s log of well drilled about 1927 
furnished by the State Geological Survey: 
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The d r i l l e r ' s ho le and cas ing r e c o r d i s shown 
in Table 1. 
A 2 4 - h r . p roduc t ion t e s t was conducted by the 
d r i l l e r on June 8 - 9 , 1940. The non-pumping w a t e r 
l eve l was r e p o r t e d 259 ft. be low the pump b a s e and 
the drawdown was 66 ft. when pumping at a r a t e of 
300 g p m . A decided lower ing of both the pumping 
and non-pumping wa te r l e v e l s o c c u r r e d af ter May 
15, 1944. The t e m p e r a t u r e of the wa te r at the 
pump d i s c h a r g e was 52 .5° F . on June 13, 1944 af ter 
7 h r . of pumping . On July 3, 1944, the pumping 
l eve l was be low the bo t t om of the 360 ft. a i r l i n e . 
The pump was then shut down b e c a u s e the yield 
had d e c r e a s e d f r o m 140 to 50 g p m . and c o n s i d e r -
able en t r a ined a i r was being d i s c h a r g e d . 
Air line m e a s u r e m e n t s on July 24, 1944, af ter 
a r e s t p e r i o d of 3 w e e k s , ind ica ted a non-pumping 
w a t e r l eve l of 268 ft. On Sept . 18, 1944, af ter the 
pump was pul led and the wel l had been idle s ince 
July 3 , 1944, the non-pumping w a t e r l eve l was 
m e a s u r e d at 77.5 ft. 
The following p u m p a s s e m b l y , i n s t a l l e d on 
Oct . 5, 1944, is now in s e r v i c e : 462 ft. of 6- in . 
co lumn pipe (an addi t ion of 10 new 10-ft. s e c t i ons ) ; 
new 8- in . , 2 1 - s t a g e P e e r l e s s t u r b i n e pump having 
an o v e r a l l length of 12 ft. 5 in . ; 22 ft. 7 in . of 5- in . 
suct ion p ipe ; 497 ft. of a i r l ine ; old 4 0 - h p . W e s t i n g -
house e l e c t r i c m o t o r . 
An 8 - h r . p roduc t ion t e s t was conducted on Oct . 
9 ,1944 . The r a t e of p roduct ion was r e p o r t e d to be 
223 gpm. aga ins t a d i s c h a r g e p r e s s u r e of 52 to 53 
l b . The pumping w a t e r l eve l w a s 428 ft. be low the 
pump b a s e at the end of 8 h r . E q u i l i b r i u m cond i -
t ions w e r e not a p p r o a c h e d and p r a c t i c a l l y a l l of 
the w a t e r was pumped f r o m the upper l i m e s t o n e , 
en t e r ing the wel l f r o m behind the 10- in . c a s i n g . 
The m a x i m u m t e m p e r a t u r e o b s e r v e d dur ing th i s 
t e s t w a s 52 .5° F . , and the a n a l y s e s of 8 s a m p l e s 
co l l ec t ed , du r ing the 8 h r . of pumping , showed 
the w a t e r to have a h a r d n e s s of about 28.5 g r . p e r 
ga l . A high i r o n content of 2-8 p p m . w a s a l s o 
noted. 
A s a m p l e co l lec ted Oc t . 10 a f te r pumping a p -
p r o x i m a t e l y 100,000 gpd. was submi t t ed with a r e -
po r t ed t e m p e r a t u r e of 54° F . A n a l y s i s showed the 
i r o n content to be low (0.2 ppm.) and the h a r d n e s s 
t o be 25.2 g r . pe r ga l . 
On A p r . 26, 1946 a s amp le of w a t e r co l lec ted 
f r o m the d i s t r ibu t ion s y s t e m w a s shown by a n a l y -
s i s (Lab . No. 106,442) to have a h a r d n e s s of 30.2 
g r . pe r ga l . , and a to ta l m i n e r a l content of 604 
p p m . , th i s being typ ica l i n c h a r a c t e r a s w e r e a l l 
o ther s a m p l e s f rom t h i s wel l of upper l imes tone 
w a t e r in t h i s v ic in i ty . 
The w a t e r r e c e i v e s Calgon t r e a t m e n t and i s 
ch lo r ina t ed . 
A S implex Meter was i n s t a l l ed on the pump 
d i s c h a r g e l ine on May 26, 1945. An a v e r a g e p u m p -
age of 106,350 gpd. du r ing the month of July 1945 
w a s r e c o r d e d . 
Dur ing 1937 the v i l lage m a d e a r r a n g e m e n t s for 
the use of the 180-ft . wel l a t the M a t e r D o l o r o s a 
S e m i n a r y on But te r f ie ld Road about 1500 ft. w e s t 
of Wolf Road (or a p p r o x i m a t e l y 100 ft. S . and 3400 
ft. E. of the N. W. c o r n e r of Sect ion 18). Th i s we l l 
w a s d r i l l e d by C. E . Pigg who furn ished the fo l low-
ing in format ion : The top of the c a s i n g is about 3 ft. 
be low the ground s u r f a c e . The wel l i s c a s e d to 65 
ft. with 8- in . p ipe , and an 8- in . hole ex tends to 140 
ft. with a 6- in . p e r f o r a t e d l i n e r be tween dep ths of 
80 and 140 ft. The hole is 6 in . in d i a m e t e r below 
a depth of 140 ft. After comple t ion of the wel l , 
w a t e r was pumped for 8 h r . at a r a t e of 40 g p m . 
The drawdown was 25 ft. be low a non-pumping w a -
t e r l eve l of 35 ft. 
The wel l i s equipped with an A m e r i c a n Well 
LABORATORY NO. 106,442 
Works t u rb ine r a t e d a t 100 gpm. capac i ty and set 
at a depth of 160 ft. Until Oc t . 1944 the wel l was 
o p e r a t e d by the v i l l age a s an aux i l i a ry and e m e r -
gency w a t e r supply uni t . 
A n a l y s i s of a sample (Lab . No. 82463), c o l -
l ec ted Sept . 26, 1937, showed th i s wa te r to have 
a h a r d n e s s of 25.2 g r . pe r g a l . , and a to t a l m i n -
e r a l content of 569 ppm. A s t rong odor of h y d r o -
Hi l l s ide - 3 
gen sulfide was not iced at the t i m e of co l l ec t ion 
of the s a m p l e , and the i r o n content was found to 
be 1.1 p p m . 
Since Oct . 5 , 1944, i t s l imi t ed y ie ld h a s been 
insufficient to m e e t the d e m a n d s of the vi l lage in 
c a s e s o f e m e r g e n c y . The S e m i n a r y ob ta in s i t s 
wa te r f rom the vi l lage supply . 
LABORATORY NO. 82463 
Illinois State Water Survey - Bulletin No. 40 
The village of Hinckley originally installed a 
public water supply about the year 1893 primari ly 
for fire protection purposes. 
Water was obtained from a well 350 ft. deep 
and was pumped by air lift to a collecting r e s e r -
voir from which it was pumped to the mains and 
elevated tank. Some years later this equipment 
was discarded and a deep well pump and pneuma-
tic tank were installed. This second system was 
operated until about 1905 when a contract was 
made with a local tile company to install a well 
and furnish the public supply. 
The expenses and operation were considered 
too great by the village officials and another well 
was drilled in 1913. This well is the present 
source of the public water supply and is located 
about 60 ft. north of the center line of the Chica-
go, Burlington, and Quincy R. R. and 50 ft. west 
of Garfield St. (approximately 2000 ft. N. and 750 
ft. W. of the S. E. corner of Section 15, T. 38 N., 
R. 5 E.). The elevation of the ground surface is 
740± ft. The well was drilled by William Cater, 
Chicago, to a depth of 708 ft. and is reported to 
be cased with 12-in. pipe to rock at a depth of 120 
ft. 
Dr i l le r ' s log of well drilled in 1913 correlated by 
State Geological Survey: 
HINCKLEY 
De Kalb County 
Oct. 1, 1947 
When the well was completed in 1913, the 
standing water level was 4 ft. below the ground 
and was drawn down 24 ft. after pumping 1 h r . at 
a rate of 250 gpm. 
A concrete pit 16 ft. deep was constructed 
around the well and 2 centrifugal pumps, each of 
200 gpm. capacity, were installed with the pump 
centers about 11 ft. below the ground surface. 
On Mar. 7, 1922, the non-pumping water level 
after 3 hr . of idle period was 16 1/2 ft. below the 
ground surface and the pumping level when 1 pump 
was pperated was 25 ft. A slight odor of hydrogen 
sulfide was reported at this t ime. Both pumps, 
with a combined capacity of 400 gpm., could be op-
erated simultaneously for a period of 40 min. 
About 1935, a new American-Marsh centrifugal 
pump of 225 gpm. capacity and a 15-hp. Howell 
electric motor were installed. This unit is in 
daily operation. 
During the summer of 1947, the vacuum gauge 
on the suction line showed a pumping water level 
of about 24 ft. in the pit, or 35 ft. below the ground. 
On Sept. 30, 1947, the gauge showed a pumping wa-
ter level of 21 1/2 ft., or 33 1/2 ft. below ground 
level. 
An old American Well Works centrifugal pump 
of 200 gpm. rated capacity and a 15-hp. Century 
electric motor are maintained for service as an 
emergency pumping unit. 
Analysis of a sample (Lab. No. 112,097) col-
lected Sept. 30, 1947 after 1/2-hr. pumping at 200 
gpm. showed this water to have a hardness of 
16.8 gr. per gal., a residue of 325 ppm., and an 
LABORATORY NO. 112,097 
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iron contemt of 1.0 ppm. The low temperature and 
appreciable iron content indicates the presence of 
a considerable proportion of water from a source 
other than the bottom of the well. 
Pumpage is estimated to average 80,000 gpd. 
The largest consumer is the Pure Milk Associa-
tion. 
I l l ino is Sta te Wate r Survey - Bul le t in No. 40 
A publ ic w a t e r supply w a s ins ta l l ed by the 
v i l l age of Hinsda le (7336) in 1890. 
The in i t i a l supply w a s obta ined f r o m a wel l 
d r i l l e d to a depth of 864 ft. by the J. P. Mi l l e r 
A r t e s i a n Wel l C o . , Brookf ie ld . The wel l was r e -
po r t ed c a s e d with 8- in . pipe to l imes tone at a 
depth of 42 ft. and to have p e n e t r a t e d l i m e s t o n e 
be tween dep ths of 42 and 353 ft. , in shale be tween 
dep ths of 353 and 496 ft. , and in l i m e s t o n e below 
a depth of 496 ft. T h i s wel l w a s the s o u r c e of the 
e n t i r e publ ic w a t e r supply un t i l 1900 when a second 
we l l was d r i l l e d . I t w a s loca ted in the b a s e m e n t of 
the gene ra t i ng s ta t ion about 60 ft. wes t of Well No. 
1. 
The use of the well w a s d iscont inued in 1901 
and h a s b e e n abandoned and filled with c o n c r e t e . 
A we l l , now ca l led Well No. 1, was d r i l l ed to 
a depth of 209 ft. 3 in . and loca ted in the power 
house about 210 ft. w e s t of P a r k Ave. and 95 ft. 
no r th of the Chicago , Bur l i ng ton & Quincy R a i l -
r o a d r i gh t -o f -way ( app rox ima te ly 50 ft. N. and 
2150 ft. W.of the S. E. c o r n e r of Sec t ion 1, T. 38 
N. , R. 11 E . ) . The wel l was c a s e d to r o c k with 
12- in . pipe and was f inished 8- in . d i a m e t e r to 
the bo t tom. 
The top of the wel l is in a p i t , the floor of 
which is 18 1/2 ft. be low the floor of the s ta t ion 
which h a s an e leva t ion of 685 t ft. Water was 
o r ig ina l l y pumped by suc t ion lift r ang ing f r o m 16 
to 20 ft. be low the floor of the p i t . At the s t a r t 
of pumping a d i s c h a r g e of about 650 gpm. was o b -
ta ined which d ropped to about 600 gpm. af ter s e v -
e r a l h r . o f pumping . 
On F e b . 15, 1924 the w a t e r l eve l was 16 1/2 ft. 
below the floor of the pit a f ter a 3 - h r . r e s t p e r i o d , 
and af ter 4 - h r . pumping at 540 to 500 gpm. t h e 
drawdown was 3 ft. 
Th i s wel l cont inued to supply a l l the w a t e r for 
the vi l lage unt i l the l a t t e r p a r t of 1924, when Well 
No. 2 was p laced in s e r v i c e . Since then Well No. 1 
h a s b e e n used p r inc ipa l l y a s a n e m e r g e n c y s u p -
ply uni t . 
The ex i s t ing pump i n s t a l l a t i o n , m a d e in Nov. , 
1932, i s : 76 ft. 3 in . of 7- in . co lumn pipe; 1 0 - i n . , 
5 - s t age Layne t u rb ine pump , No. 6524, having a 
r a t e d capac i ty of 700 gpm. aga in s t 118 ft. of head ; 
the o v e r a l l length of the pump is 4 ft. 7 in . ; 10 ft. 
of 6- in . suc t ion p ipe; 90 ft. 10 in . of a i r l ine . 
P o w e r i s furn ished by a M u r r a y I ron Works s t e a m 
t u r b i n e . 
HINSDALE 
Du P a g e County 
June 28 , 1947 
The we l l was used ex tens ive ly f r o m May 1, 1945 
to Aug. 1 1 , 1945. Dur ing th i s p e r i o d a r a t e of 
p roduc t ion of 833 g p m . w a s ob ta ined . 
Well No . 2 w a s d r i l l ed in 1924 to a depth of 
271 ft. be low the ground su r f ace by M. T . P e t e r -
son, Mad i son , W i s . , and loca ted about 35 ft. e a s t 
of P a r k Ave . and 45 ft. n o r t h of the Ch icago , B u r -
l ington & Quincy R a i l r o a d r i g h t - o f - w a y ( a p p r o x i -
m a t e l y 150 ft. N. and 1950 ft. W. of the S.E. c o r -
n e r of Sec t ion 1). 
The top of the ex is t ing c a s i n g is in a pit and 
h a s an e l eva t ion of 674.8 ft. 
The e l eva t ion of the upper c o n c r e t e floor of 
the pump house is 686.1 ft. 
The wel l w a s r e p o r t e d c a s e d f r o m the ground 
sur face to a depth of 56 1/2 ft. with 2 0 - i n . g e n u -
ine wi . c a s i n g , pene t r a t i on 42 ft. of drif t and 14 1/2 
ft. of l i m e s t o n e . Below the cas ing the hole w a s 
19- in . d i a m e t e r in l i m e s t o n e to the bo t tom. A 
c r e v i c e w a s encoun te r ed at a depth of 116 ft. 
In Aug. 1924 a 5 0 - h r . pumping t e s t w a s r e -
p o r t e d . Before the t e s t the w a t e r l eve l was 
36 1/2 ft. be low the ground s u r f a c e and, dur ing the 
t e s t , while pumping a t 1100 gpm. the drawdown was 
s teady at 23 1/2 ft. 
Dur ing 1925 the pumping r a t e was r e p o r t e d to 
be 1600 gpm. Wide f luc tua t ions in d i s c h a r g e oc-
c u r r e d about 1928 a t which t i m e the pump bowls 
w e r e l owered 10 ft. wi thout any a p p a r e n t effect on 
the d i s c h a r g e . After Well No. 3 w a s p l a c e d in 
s e r v i c e in 1928, the Well No. 2 was used i n -
f requent ly over a p e r i o d of about 10 y r . b e c a u s e 
of i t s s m a l l e r output . On June 19, 1934, a t e s t 
r un w a s a t t e m p t e d . The p u m p would o p e r a t e 
about 20 m i n . when i t b r o k e suc t ion . The pump 
was pul led in July , 1934 and found in ope ra t ing 
condi t ion . A b a i l e r was l o w e r e d into the wel l but 
v e r y l i t t le mud w a s found. At tha t t i m e , the 
s tanding w a t e r l eve l w a s 50.8 ft. be low the upper 
f loor of the pump house or about 49 ft. be low the 
g round s u r f a c e . The f langes w e r e a l l r e m o v e d 
f r o m the 12- in . co lumn pipe and r e p l a c e d with 
s c r e w e d coup l ings , n e a r l y doubling the f ree a n -
nu la r space be tween the pump co lumn and the wel l 
c a s i n g . After t h i s work w a s comple t ed the d i s -
c h a r g e r a t e a v e r a g e d 1040 g p m . wi th g r e a t l y r e -
duced f luc tua t ions . In May, 1939, the wel l was 
aga in r e p o r t e d in r e g u l a r s e r v i c e and o p e r a t e d 8 
h r . dai ly at a r a t e of 1167 gpm. with a drawdown 
of 30 ft. 
On May 25 , 1942, the p roduc t ion w a s t e s t e d 
2 - Hinsdale 
by pumping to free discharge and produced an 
average of 1080 gpm. with a drawdown of 32 ft. 
However, the flow from the well was not steady 
and the pump pulsated considerably, discharging 
quantities of air with the water. The pump was 
pulled on May 27, 1942, and the well acidized 
with 3000 gal. of 15% hydrochloric acid. There 
was no pressure of any consequence built up in. 
the well. The acid was left in the well overnight, 
and the following morning about 100 cu. ft. of gray 
mud was reported removed by the bailer. After 
cleaning the well the water level was 48.1 ft. below 
the upper floor of the pump house on May 29, 1942. 
The same pump was re-installed, and the well was 
tested again by pumping to free discharge. A p ro-
duction of 1460 gpm. with a drawdown of 14 ft. 
was reported. 
Following the acidizing job the pump was op-
erated from 7 to 8 hr . daily at a production rate 
of 1100 gpm. for a period of 2 y r . 
Weekly observations of water levels from June, 
1943 to July, 1944 show a recession in the non-
pumping level from 47 1/2 ft. to 50 1/2 ft. and in 
the pumping level from 63 ft. to 71 ft. 
During the latter part of July, 1944, the non-
pumping level dropped to 51 1/2 ft. and the pump-
ing level to 92 1/2 ft. On May 1, 1945, the non-
pumping water level was 56 ft. and when pumping 
at 900 gpm. the pumping water level was 106 ft. 
The pump was pulled about May 1, 1945 and 
found in operating condition, but showed evidences 
of wear and corrosion. A bailer was lowered in 
the well and stopped at a depth of 264.6 ft. below 
the upper floor of the pump house. Gray mud was 
removed and the well was cleaned out to i ts o r i -
ginal depth of 272 ft. 9 in. The distance to water 
was 53 ft. after the cleanout. 
The existing pump installation, made on Aug. 
10, 1945, is : 125 ft. 5 in. (40 ft. new) of 12-in. 
column pipe; a new 15-in., 4-stage Layne turbine 
pump, having a rated capacity of 1000 gpm. 
against 144 ft. of head; the overall length of the 
pump is 4 1/2 ft.; 35 ft. of 10-in. suction pipe; 
160 ft. of 1/4-in. copper tubing air line; 60-hp. 
Westinghouse electric motor. While pumping 
with this unit on Aug. 11, 1945, for 5 h r . at 1006 
gpm. the drawdown was 70 ft. from a non-pumping 
water level of 53 ft. below the upper floor of the 
pump house. On May 31, 1947, the water level 
was 58 ft. after a 15-hr. idle period. On June 2, 
1947 the pumping water level was 134 ft. 
Analysis of a sample (Lab. No. 110,514) col-
lected June 2, 1947 after 3 1/2-hr. pumping at 
970 gpm., showed this water to have a hardness 
of 29.4 gr . per gal., a residue of 631 ppm., and 
an iron content of 1.6 ppm. 
Well No. 3 was drilled in 1928 to a depth of 
210 ft. by the Gray Drilling Co., Milwaukee, Wis., 
and located about 35 ft. west of Elm St. and 40 ft. 
north of the Chicago, Burlington & Quincy Rail-
road right-of-way (approximately 250 ii. N. and 
1400 ft. W. of the S. E. corner of Section 1), 
The top of the existing casing is in a pit and 
has an elevation of 678.0 ft. The elevation of the 
upper concrete floor of the pump house is 686.7 ft. 
Upon completion of the well the production was 
1120 gpm. with a drawdown of 5 ft. from a non-
pumping water level of 45 ft. below the ground sur -
face. 
This well was the source of practically the en-
t ire public supply for a period of about 10 yr . after 
it was placed in service. At the end of this period 
fluctuations in i ts yield rate were reported similar 
to Well No. 2. The well was cleaned in 1938, and 
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the pump bowls were lowered 10 ft. 
By 1939 both Wells No. 2 and No. 3 were in 
use to supply the public demands. 
This well was acidized, and it was reported on 
Mar. 30, 1943 that, after acidizing, the production 
increased from 1050 gpm. with a 52-ft. drawdown 
to 1400 gpm. with a 11-ft. drawdown. F rom June, 
1943 to May, 1945 the non-pumping level dropped 
6 ft. and the pumping water level dropped 10 ft. 
During this period the well was in daily service 
at a pumping rate of 1000 to 1100 gpm. 
The existing pump installation, made in Apr. 
1946, is : 160 ft. of 12-in. column pipe; 15-in., 
4-stage Layne turbine pump having a rated capa-
city of 1000 gpm. against 144 ft. of head; the over-
all length of the pump is 4 1/2 ft.; 35 ft. of 10-in. 
suction pipe; 175 ft. of 1/2-in. copper tubing air 
line; 60-hp. Westinghouse electric motor. 
Hinsdale - 3 
On May 31 , 1947 the water level was 61 ft. b e -
low the upper floor of the pump house after an 
idle period of 15 h r . and after 5-hr . pumping at 
700 gpm., the water level was 141 ft. 
Analysis of a sample (Lab. No. 110,515) col-
lected June 2, 1947, after 5-hr. pumping at 700 
gpm. showed this water to have a hardness of 
30.6 gr. per gal., a residue of 678 ppm., and a 
t race of iron. 
The water is softened by lime and soda ash. 
Analysis of a sample (Lab. No. 110,885) col-
lected June 2, 1947 showed the treated water to 
have a hardness of 6.2 g r .pe r gal., a total miner -
al content of 293 ppm., and an iron content of 0.1 
ppm. 
From Aug. 1, 1943 to Aug. 1, 1945 the metered 
pumpage averaged 917,135 gpd. which varied from 
a winter minimum average of 735,365 to a summer 
maximum average of 1,113,400 gpd. 
LABORATORY NO. 110,515 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed in 1939 by 
the village of Homer (983). 
Water is obtained from a well drilled in 1939 
to a depth of 72 ft. by Layne-Western Co., Chicago, 
and located at the southwest corporate limits 
about 50 ft. north of Crittenden St. ( or approxi-
mately 2300 ft. N. and 1500 ft. W. of the S. E. cor -
ner of Section 8, T. 18 N., R. 14 W.). The ground 
elevation at the well-site is 670± ft. 
The well is of the gravel-wall filter type, hav-
ing an outer casing of 16-in. pipe extending from 
the ground surface to 40 ft. and an inner casing 
of 8-in. pipe extending from the surface to 49 ft. 
7 in . below which was an 8-in. screen extending 
to 72 ft. The top 10 ft. and the bottom 5 ft. of-the 
screen has slot openings, and the intermediate 
7 1/2 ft. is blank pipe. Gravel was packed in the 
annular space between the casings and outside the 
screen. 
The pump assembly consists of 50 ft. of 4-in. 
column pipe; 8-in., 3-stage Layne turbine pump, 
No. 9700, having an overall length of 2 ft. 11 in.; 
63 ft. of air line; 10 ft. of 4-in. suction pipe; 5-
hp. U. S. electric motor. The pump base is ap -
proximately 3 ft. above the ground surface. 
On July 7-8, 1939, a production test was made 
by the State Water Survey. Static water level was 
11 ft. below ground level and after 22-hr. pumping 
at 80 gpm. the drawdown was 28 ft. On Dec. 19, 
1939, after 2-hr . pumping with the permanent in-
stallation, the drawdown was 28 ft. from a non-
pumping water level of 16 ft. below the pump base. 
On Dec. 9, 1948, after a 14-hr. non-pumping 
period, the water level was 33 1/2 ft. and, after 
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3-hr. pumping at an estimated rate of 50 gpm., 
the drawdown was 12 ft. 
This well is the present source of the public 
supply. 
Analysis of a sample (Lab. No. 116,703) col-
lected Dec. 9, 1948 after 2-hr. pumping at 50 
gpm., showed this water to have a hardness of 
15.3 gr. per gal., a residue of 437 ppm., and an 
iron content of 1.5 ppm. 
The water is aerated and filtered. Analysis 
of a sample (Lab. No. 116,711) showed the treated 
water to have a hardness of 15.6 gr. per gal., a 
mineral content of 399 ppm., and an iron content 
of 0.1 ppm. 
A well was drilled for the village in Nov. 
1947 to a depth of 68 ft. 4 in. by Hayes and Sims, 
Champaign, and located about 300 ft. south of the 
first well. The well was cased with 12-in. pipe 
with a screen set in a vein of water-bearing 
coarse sand having some gravel. It was reported 
that, when completed, the static water level was 20 
ft. and when bailing at a rate of about 35 gpm., 
the drawdown was 10 ft. 
The well is not equipped for pumping, but 
there i s , at the site, a Burks ejector pump rated 
at 100 gpm. against 60 ft. of head and 3-hp., Wag-
ner electric motor. It is planned to install about 
60 ft. of 2-in. pressure pipe and 3-in. eductor 
pipe. 
Pumpage for the village is estimated to aver -
age 30,000 gpd. 
LABORATORY NO. 116,703 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
village of Homewood (4078) in 1911. Water was 
first obtained from a well located about 90 ft. 
north of Chestnut Road and 100 ft. west of the 
Dixie Highway (or approximately 2100 ft. N. and 
2450 ft. E. of the S. W. corner of Section 31, T. 
36 N., R. 14 E.). 
Well No. 1, which was drilled in 1911 to a 
depth of 252 ft., was cased with 12-in. id. pipe to 
rock at a depth of 70 ft. below which the hole was 
finished 10 in. in diameter. The elevation of the 
ground surface is 652± ft. 
The first authentic record of yield of the well 
was made in 1923 when, during a test run of 1 hr . , 
a production of 170 gpm. was reported with a 
drawdown of 22 ft. from a non-pumping water 
level of 26 ft. below the pump base. 
This well was acidized by Dowell, Inc. on 
Apr. 23, 1945 with 2000 gal. of 15% HCL, and the 
initial specific capacity was about 1.8 gpm. per 
ft. of drawdown while pumping at a rate of 245 
gpm. with a drawdown of 134 ft. from a non-
pumping water level of 34 ft. The well continued 
to improve after the acidizing treatment. On June 
11, 1945 it was reported that the production was 
345 gpm. with a drawdown of about 120 ft. or a 
specific capacity of about 2.9 gpm. per ft. of 
drawdown. On Nov. 18, 1945 the production rate 
was 356 gpm. for several hr . after the well had 
been at res t for a period of 6 h r . 
The following pump installation is in service: 
110 ft. of 6-in. column pipe; 8-in., 7-stage Pomona 
turbine pump rated at 300 gpm. against 110 ft. of 
head; the overall length of the pump is 8 ft.; 10 ft. 
of 6-in. suction pipe; 15-hp. electric motor. 
Analysis of a sample (Lab. No. 107,163) col-
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lected July 19, 1946 after three days of continuous 
pumping at 285 gpm., showed this water to have a 
hardness of 33.2 gr. per gal., a residue of 755 
ppm., and an iron content of 0.4 ppm. 
Water levels have been reported as follows: 
This well furnished the entire supply until 
1924 when Well No. 2 was drilled. Well No. 1 is 
still the principal source of supply. 
Well No. 2, located 40 ft. north and 75 ft. west 
of No. 1, was drilled in 1924 by Robert H. Kersey, 
South Bend, Indiana. Originally the well was 360 
ft. deep and cased with 80 ft. of 15-in. id. pipe. 
Below the casing the hole diameter was 15 in. to 
a depth of 160 ft. and 10 in. from 160 to 360 ft. 
The maximum capacity of the well was r e -
ported to be 200 gpm. 
The public demand for water increased, and a 
guaranteed contract for a well to yield 500 gpm. 
was let to S. B. Geiger & Co., Chicago, who p ro-
posed to rehabilitate or deepen the well. Work was 
started in Jan. 1932 and completed in Aug. 1933. 
At that time the well was reported to be 1350 
ft. deep and producing 508 gpm. with a drawdown 
of 45 ft. The non-pumping water level was 240 ft. 
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below the pump house floor elevation of 652.5 ft. 
It was reported in 1945 that W. L. Thorne Co., 
Des Plaines, extended this well from its depth of 
1350 ft. in an effort to improve the quality of the 
water. No record is available of what was actual-
ly done. 
A geophysical log of the well was made in May 
1945 by the Halliburton Oil Well Cementing Co. in 
cooperation with the State Water Survey and the 
State Geological Survey. On May 25, 1945 the 
measured depth of the well was 1690 ft.; the water 
level was 318 ft. below the top of the casing. 
The report of the Survey described the condi-
tions in the well as follows: 
"a) A string of 9-in. casing extends from the 
ground surface to a depth of 696 ft. Corrosion has 
badly affected this casing opposite the Maquoketa 
shale, between the depths of 476 and 568 ft. and, 
to a lesser extent, between the depths of 568 and 
696 ft. An 8-in. liner is in place between the depths 
of 914 and 1363 ft. The upper portion of this liner, 
between depths of 914 and 1094 ft. opposite the St. 
Peter sandstone is in poor condition. This liner 
is seated in the basal Trempealeau dolomite, 
probably on a packer. There is an enlargement of 
the hole immediately below the liner. 
b) Below a depth of 1363 ft. the well bore is 
uncased. The lower 40 ft. of Trempealeau forma-
tion, the complete Franconia formation and all 
but a few feet of the Galesville formation are open 
to the well. 
c) The Galesville sandstone had been shot with 
nitroglycerine which caused hole enlargements be-
tween depths of 1624 and 1634 ft. and between 1646 
and 1664 ft. The most permeable section of the 
Galesville appears to be, for the most part, be -
low the bottom "sho t " hole or between depths 
of 1660 and 1690 ft ." 
As a result of the geophysical survey report , 
gun-perforated work was performed in the well 
to test the possibility of exposing suspected c r e -
vices in the Trempealeau dolomite that had been 
shut out of the well by the 8-in. l iner. A number 
of bullets of 9 / l6- in . diameters were shot through 
the liner at the following depths in feet below the 
top of the casing: 1238 to 1242, 1275 to 1294, 1298 
to 1312, 1315 to 1320, and 1335 to 1341. Lastly, 
a number of holes were put into the liner opposite 
the St. Peter sandstone between the depths of 
1040 and 1050 ft. to allow any available water 
from that source to enter the well. 
The short production test of several hr. was 
made on Nov. 18, 1945. A production of 246 gpm. 
Sample-study and dr i l le r ' s log of Well No. 2 furnished by the State Geological Survey: 
was reported but no water levels were recorded. 
The following pump installation is in service: 
390 ft. of 7-in. column pipe; 15-stage Pomona 
turbine pump rated at 225 gpm. against 430 ft. of 
head; the overall length of the pump is 8 ft. 1 in.; 
10 ft. of 7-in. suction pipe; 50-hp. Westinghouse 
electric motor. 
A quality-source test (Analyses Nos. 106,176-
106,183) of about 6-hr. duration was made on Apr. 
12, 1946. The well produced at a rate of 285 gpm., 
and the mineral qualities of the water are given 
by analysis Laboratory Nos. 106,176 - 106,183. 
These analyses show that the first water ob-
tained while pumping was from the Galena-
Platteville formation. The second sample col-
lected after 4 min. of pumping contained a much 
higher hardness and sulfate concentration but still 
had a low chloride concentration indicating that 
this sample was originally pr imari ly from the 
Niagaran limestone. Subsequent samples showed 
the presence of lesser Niagaran water and the 
return of water from the Galena-Platteville form-
ation. This was followed at 8:24 A.M. by a decrease 
in the amount of water from the Galena formation 
and an increasing proportion of water from the 
Galesville sandstone. 
The proportion of limestone water entering 
the well i s , of course, very small and limited by 
the size of holes permitting this water to enter 
through the casing and "f loat" on the surface of 
the water above the bowls and above the Galena-
Platteville water. 
Water was pumped from Wells No. 1 and 2 
alternately every day except during peak summer 
demand when they were operated together. 
When Well No. 2 was down for repai rs in May 
and June, 1943, some water was obtained from the 
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Ravisloe Country Club well which is 1090 ft. deep 
and located 1500 ft. N. and 650 ft. E. of the S. W. 
corner of Section 31). 
A third well was drilled by the Layne Western 
Co., Chicago, in Mar. and Apr. 1945 in the south-
west part of the village near Harwood Ave. and 
183rd St. (or approximately 550 ft. S. and 1050 ft. 
E. of the N. W. corner of Section 6, T. 35 N., R. 
14 E.). The elevation of the ground surface at the 
well is 660± ft. 
The well was drilled to a depth of 436 ft., and 
the thickness of the mater ia l penetrated was r e -
ported as follows: 66 ft. of clay at the top; 119 ft. 
of broken lime and shale; 245 ft. of limestone and 
ended in 6 ft. of shale at a depth of 436 ft. 
It was cased from the surface to a depth of 66 
ft. with 30-in. pipe and with 22-in. od. pipe from 
the surface to a depth of 186 ft. The annular 
space outside the 22-in. casing was cement 
grouted from the top to the bottom of the 22-in. 
pipe. The dri l ler reported the hole below the 22-
in. casing was 21 1/2 in. in diameter . This well 
failed to produce an adequate supply of water when 
tested on Apr. 20, 1945 and was not equipped for 
service. 
Another well, known as the Dixmoor well, 
was put into service in 1929-1930. It was pur-
chased by the village from the Dixmoor Country 
Club about Jan. 1946. It is located about 100 ft. 
S. and 1900 ft. E. of the N. W. corner of Section 
31 . The elevation of the concrete floor at the west 
side of the well is 638.1 ft. The well was drilled 
in 1922 to a depth of 210 ft. by W. L. Thorne Co. 
and cased to a depth of 64 ft. with 10-in. id. pipe. 
This well, formerly used as a water supply for 
the Dixmoor Country Club, served as a source of 
part of the village water supply until the central 
water treatment plant was built in 1935. 
Analyses Nos. 106,176 - 106,183 
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A geophysical log of this well was made by 
the State Geological Survey on July 18, 1945. The 
major findings were reported as follows: (a) 10-
in. id. casing to a depth of 64 ft.; (b) probable 
water-bearing zone between the depths of 92 and 
104 ft.; (c) a crevice zone that would take water 
between depths of 195 and 201 ft.; and (d) maxi -
mum depth of well reached with logging equipment 
was 204 ft. 
The well was cleaned out by Kramer Brothers, 
Harvey, to a depth of 213 ft. and 2 1/2 ft. of 10-in. 
pipe was welded to the top of the casing. A 24-hr. 
production test was made on Jan. 18 and 19, 1946. 
After 18 1/2 hr . , the pumping rate was 240 gpm 
and continued at this rate to the end of the 24-hr. 
period. The drawdown was 73 ft. from a non-
pumping water level of 17 ft. below the top of the 
extended casing (elevation of 639.2 ft.). The ap-
pearance of sand in the water pumped during 
the test and the characterist ics of the drawdown-
yield curve indicated that most of the water entered 
the well above 90 ft. and was coming from behind 
the casing and under the casing seat. 
On Jan. 22 to 24, 1946, a plastic plugging job 
was performed in the well between the depths of 
64 and 73 1/2 ft., below the top of the extended 
casing, in order to close off the infiltration of 
sand at the bottom of the casing and the small 
crevices in the top of the limestone. The plug 
was tested on Jan. 24, 1946 with 350 lb. of wa-
ter pressure and held satisfactorily. No leaks 
were found in the 10-in. drive pipe. The core 
of the plastic plug was drilled out to a 10-in. dia-
meter on Jan. 26, 1946, and after several days of 
observation, the cored area of plastic plug showed 
no signs of leakage. The well was drilled and 
cleaned out in the limestone to a total depth of 226 
ft., the last 2 ft. of which was drilled with an 8-in. 
bit. The well was acidized on Jan. 28 and Feb. 
26, 1946. 
During an 8-hr. production test , made on Mar. 
2, 1946, the production was 205 gpm. with a draw-
down of 124 ft. from a non-pumping water level of 
20 ft. below the top of the casing. 
Seven samples collected April 27, 1947 during 
a 23-hr. pumping period showed the water to have 
a turbidity of 0-5 ppm., an iron content of 0.1-0.4 
ppm. ,a hardness of 31.2 to 35.8 gr .per gal. The 
first sample after 5-min. pumping was noted to 
have a turbidity of 31 ppm. and an iron content of 
0.7 ppm. 
A water level recorder was installed in the 
well on Mar. 14, 1946 by the State Water Survey. 
On that date the water level was 15 1/2 ft. below 
the top of the casing. Subsequent recorder read-
ings indicate that water levels in the well are in-
fluenced by the pumping of the Calumet Country 
Club well located about 2100 ft. northwest and also 
by Homewood village Well No. 1. 
A 6-in. test well was drilled for the village by 
Kramer Brothers at a location 200 ft. S. and 1000 
ft. W.of the N. E. corner of Section 36, T. 36 N., 
R. 13 E. The well was completed on Mar. 7, 1946 
to a depth of 455 ft. and is cased with 81 ft. of 6-
in. id. pipe from 2 ft. above ground surface. The 
elevation of the top of the casing is 655.11 ft. 
On Mar. 16, 1946, during an 8-hr. test by the 
dr i l ler , the production was 210 gpm. with a draw-
down of 59 ft. from a non-pumping water level of 
29 ft. below the top of the casing. A sample of 
water collected after 10-hr. pumping on Mar. 16, 
1947 showed this water to have a hardness of 34.2 
gr. per gal., a mineral content of 785 ppm., an 
iron content of 8.7 ppm. with a turbidity of 200 
gpm. When pumping at 100 gpm. the water was 
clear with 1.6 ppm. iron content. 
The dri l ler reported that the first water was 
encountered at a depth of 88 ft. or near the low-
est pumping level observed during the pumping 
test . 
The treatment plant built in 1935 south of 
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Well No. 2 is still in service. It consists of a coke-
tray aerator , 3 pressure f i l ters , and 2 softeners 
and was converted to automatic operation on July 
14, 1946. 
A sample of treated water collected July 19, 
1946 showed the hardness to be reduced to 2.5 gr. 
Homewood - 5 
per gal. 
The combined metered pumpage of Wells No. 1 
and 2 from Jan. 1, 193 7 to Jan. 1, 1943 averaged 
304,540 gpd. There was an increase from an av-
erage of 260,000 gpd. in 1937 and 1938 to 341,400 
gpd. in 1941 and 1942. 
I l l inois Sta te Water Survey - Bul le t in No. 40 
A publ ic w a t e r supply w a s in s t a l l ed in 1888 by 
the c i ty of Hoopeston (5381). 
A p r o s p e c t we l l , which had b e e n d r i l l ed in 
1886 to a depth of 2100 ft. , w a s plugged at a depth 
of 360 ft. and used to furnish w a t e r , when the w a t e r 
w o r k s was in s t a l l ed . The wel l was cased with 8 -
in . pipe and loca ted a t the pumping s ta t ion a t the 
sou theas t c o r n e r of Main and F o u r t h Ave. , (or 
a p p r o x i m a t e l y 2350 ft. S. and 1535 ft. W. of the 
N. E. c o r n e r of Sect ion 11 , T. 23 N . , R. 12 W.). 
In Sept . 1919, the yield was 100 gpm. but at 
t ha t r a t e of pumping for 10 m i n u t e s , wa te r would 
be d rawn down to the bo t tom of the suc t ion p ipe , 
at a depth of about 65 ft. The we l l w a s ma in ta ined 
in s e r v i c e unti l about 1927, when i t was capped , 
and is now c o v e r e d by the c o n c r e t e floor of the 
pumping s ta t ion . 
Ana lys i s of a s amp le (Lab . No. 23,286) showed 
th i s w a t e r to have a h a r d n e s s of 1 4 . 7 g r . p e r ga l . , 
a m i n e r a l content of 327 p p m . , and an i r o n content 
of 1.6 p p m . 
At the t i m e of ins ta l l ing the w a t e r w o r k s a 
second wel l was d r i l l ed at the p lant to a depth of 
360 ft. and c a s e d with 8- in . p ipe . The cas ing b e -
c a m e badly c o r r o d e d and was r e p l a c e d by 6- in . 
c a s i n g . The wel l was abandoned about 1933 and 
is now cove red by the pumping s ta t ion f loor . 
Well No. 1 w a s d r i l l ed in 1906 to a depth of 
110 ft. by O. A. M u s s o n , Hoopes ton . The wel l 
w a s loca ted in the bo i l e r r o o m of the p lan t , about 
10 ft. south and 10 ft. w e s t of the 8- in . wel l , and 
w a s c a s e d with 10- in . pipe to a depth of 96 ft. and 
with 14 ft. of 10- in . Cook s c r e e n . The ground e l e -
va t ion at the plant is 710± ft. 
In June 1932, the wel l was r e p o r t e d to be 
equipped with 80 ft. of 8 - in . d rop pipe and a 
plunger pump with 36 - in . s t roke and ope ra t ed 16 -
18 s p m . At tha t t ime when pumping at an e s t i -
m a t e d r a t e of 300 gpm. , the drawdown was v e r y 
l i t t le f rom a non-pumping w a t e r l eve l of 32 to 35 
ft. 
Well No. 1 was sea led and abandoned in 1938. 
A c r o s s in the c o n c r e t e floor of the pumping s t a -
t ion m a r k s the spot . 
Well No. 2 was d r i l l ed in 1914 to a depth of 110 
ft. by O. A. Musson and loca ted 15 ft. nor th and 15 
ft. wes t of Well No. 1. The wel l was c a s e d with 
96 ft. of 10-in. pipe and 14 ft. of 10-in. Cook s c r e e n . 
Well No. 2 is equipped with an E r b s t e a m 
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p u m p -h ead with a 5 3 / 4 - i n . E r b double-ac t ing c y l -
i n d e r , having a 3 6 - i n . s t roke and se t at 91 ft. 
The wel l i s ma in ta ined as an e m e r g e n c y supply 
uni t . The pump is o p e r a t e d about once a mon th 
at a speed of about 12 u p s t r o k e s pe r m inu t e . 
Well No. 3 was d r i l l ed in 1914 to a depth of 
110 ft. by O. A. Musson , and loca ted 25 ft. south 
and 50 ft. w e s t of Well No. 1. The wel l was c a s e d 
with 96 ft. of 10- in . pipe and 14 ft. of Cook s c r e e n . 
The pumping equ ipmen t inc ludes 50 ft. of 8- in . 
co lumn pipe; 10- in . , 2 - s t age P o m o n a tu rb ine pump , 
No. H 85 , which d i s c h a r g e s a t an e s t i m a t e d r a t e 
of 650 gpm. ; 10 ft. of 7- in . suc t ion p ipe; 15-hp. 
Wes t inghouse e l e c t r i c m o t o r . 
The pump shaft was r e p a i r e d in 1942. 
Well No. 3 is ma in t a ined as an aux i l i a ry supply 
and i s u sed p r inc ipa l ly dur ing peak s u m m e r d e -
m a n d s . 
Tab le 1 shows the r e a d i n g s o b s e r v e d on Dec . 
4, 1948 on the a l t i tude gauge . Length of a i r l ine 
w a s not known. 
TABLE 1 
Well No. 4 was d r i l l ed in 1927 to a depth of 
110 ft. by A. L. Winks , La faye t t e , Ind. , and l o -
cated 75 ft. south and 50 ft. wes t of Well No. 1. 
The wel l was cased to a depth of 96 ft. with 12-
in . pipe and with 14 ft. of s c r e e n . 
The pumping equipment , i n s t a l l ed about 1935, 
c o n s i s t s of 60 ft. of 8- in . co lumn pipe; 10- in . , 3-
s tage P o m o n a tu rb ine pump, No'. K275, e s t i m a t e d 
to d i s c h a r g e 750 gpm. to the a e r a t o r ; 10 ft. of 
8- in . suct ion p ipe; 20 -hp . West inghouse e l e c t r i c 
m o t o r . The d r i l l e r r e p o r t e d the a i r line length 
to be 67 ft. 
On Dec . 4, 1948, with no pumping in Well No. 
3 and, af ter t h r e e - h o u r s pumping at 750 gpm. in 
2 - Hoopeston 
Well No. 4, the water level in Well No. 4 was 
63 1/4 ft. below the top of the pump base. After 
a 70-minute shut down of both pumps the water 
level in Well No. 4 was 36 ft. 
Analysis of a sample (Lab. No. 116,551) col-
lected Nov. 26, 1948 after 4-hr . pumping showed 
the water from Well No. 4 to have a hardness of 
18.1 gr. per gal., a residue of 361 ppm., and an 
iron content of 2.1 ppm. 
All water is aerated. 
Pumpage is estimated to average 637,420 gpd. 
Water for the swimming pool, drinking, sani-
tation and concessions in McFerren Park, owned 
by the city, is largely furnished by a well drilled 
to a depth of 176 1/2 ft. by O. A. Musson. The 
well is located east of the State Highway No. 1, 
about the extension of Lincoln St. (or approxi-
mately 1700 ft. N. and 700 ft. E. of the S. W. cor -
ner of Section 11). The well is cased with 8-in. 
pipe with 8 ft. of screen in the gravel formation 
at the bottom. The screen has No. 60 slot open-
ings. 
The pumping equipment includes a Deming 
plunger pump, discharging at an estimated rate of 
150 gpm. and a 7 1/2-hp. General Electric motor. 
The supply from the well is inadequate to meet 
all of the demands of the park facilities and ad-
ditional water is furnished from the other munici-
pal wells. 
LABORATORY NO. 116,551 
I l l ino is State Water Survey - Bul le t in No. 40 
A public wa te r supply was in s t a l l ed by the 
vi l lage of Hopedale (545) about 1892. 
Water was obtained f rom a wel l 4 in. in d i a -
m e t e r and 180 ft. in depth and located l e s s than a 
b lock d is tan t f r o m the cen te r of the b u s i n e s s d i s -
t r i c t . The wel l b e c a m e clogged with sand and was 
abandoned. 
In 1900, Well No. 2, or Nor th Well , was d r i l l ed 
n e a r the old well (or app rox ima te ly 1340 ft. S. and 
1170 ft. E. of the N. W. c o r n e r of Sect ion 26, T. 
23 N. , R. 3 W.). The wel l was d r i l l ed to a depth 
of 180 ft. and is 6 in . in d i a m e t e r . 
At p r e s e n t th i s wel l i s used for e m e r g e n c y 
only . It is equipped with a Gould pis ton pump , 
b e l t - d r i v e n by a 1 0 - h p . Wagner e l e c t r i c m o t o r . 
In 1922 M r . C o c h r a n , a local d r i l l e r , fu r -
n ished some g e n e r a l in format ion in r e g a r d to 
v a r i o u s s t r a t a pene t r a t ed by the vi l lage w e l l s . 
A b u r i e d drif t of r o t t e n wood and l e a v e s and 8 to 12 
ft. in t h i cknes s was encoun te r ed at 50 ft., with 
blue clay below the bu r i ed drif t to a depth of 80 
ft. A s t r a t u m of cemen ted sand and g r ave l con ta in -
ing gas was encoun te red at 80 ft., and below the 
gas ve in , a s t r a t u m of blue c lay , about 50 ft. in 
t h i c k n e s s , was encoun te r ed . Sand was pene t r a t ed 
at the bo t tom of the wel l . 
In 1921 M r . Cochran d r i l l ed Well No. 3 , or 
South Well , about 15 ft. south of Well No. 2. Well 
No. 3 is 180 ft. deep and is c a s e d with 160 ft. of 
HOPEDALE 
T a z e w e l l County 
F e b . 7, 1947 
8- in . p ipe , and a Cook s c r e e n 16 ft. in length , is 
p laced below the c a s i n g . The slot openings in 
the s c r e e n w e r e in 3 se t s of s i z e s and r e p o r t e d 
to be No. 20, 14, and 12 s lot . The lower 15 or 16 
ft. of the wel l was r e p o r t e d by the d r i l l e r to be in 
g r a v e l , ove r l a in with 45 ft. of sand. 
In 1922 the non-pumping wate r level was e s t i -
ma ted to be at a depth of 120 ft. be low the ground 
sur face e levat ion of 635± ft. Power was furnished 
by a 20-hp . West inghouse e l e c t r i c m o t o r . 
The pump a s s e m b l y , i n s t a l l ed in 1943 by 
Mike E b e r t , Washington, c o n s i s t s of: 165 ft. of 
4 1/2-in. od. co lumn pipe; 13 - s t age A m e r i c a n Well 
Works tu rb ine pump r a t e d at 125 gpm. aga ins t a 
head of 245 ft. at 1745 r p m . ; the o v e r a l l length of 
the pump is 6 ft. 8 in . ; t h e r e is a s t r a i n e r below 
the bowl but no suct ion pipe; 165 ft. of a i r l i n e ; 
15-hp. U. S. e l e c t r i c m o t o r . 
The non-pumping wate r l eve l is about 112 ft. 
below the b a s e of the pump; and when pumping, 
the drawdown is 22 to 25 ft. 
Ana lys i s of a s ample (Lab . No. 109,153), c o l -
lec ted F e b . 7, 1947 after 2 - h r . pumping , showed 
the wa te r f r o m Well No. 3 to have a h a r d n e s s of 
18.0 g r . pe r ga l . , a r e s i d u e of 371 ppm. , and an 
i r o n content of 3.1 ppm. 
The pump is ope ra t ed 4 to 5 h r . pe r day . C o n -
sumpt ion is about 35,000 gpd. 
LABORATORY NO. 109,153 
Illinois State Water Survey - Bulletin No. 40 
The village of Hull (572) installed a public wa-
ter supply in 1903. 
Water was obtained originally from a shallow 
well, but no information is available on this source 
of supply. 
The present source of supply is from a well 
drilled in 1936 by E. W. Franke, Batchtown, and 
located near the southwest corner of the in ter -
section of Walnut and Railroad St. (or approxi-
mately 2300 ft. N. and 1450 ft. W. of the S. E. cor -
ner of Section 21, T. 4 S., R. 7 W.). This well 
was drilled to a depth of 51 ft. 3 in. below a ground 
surface elevation of 473± ft. 
Correlated d r i l l e r ' s log of well drilled in 1936 
furnished by the State Geological Survey: 
The well is cased to a depth of 41 ft. with 8-
in. pipe and with 10 ft. of 8-in. Cook wire-wound 
screen, having No. 20 slot openings. The top of 
the casing is 3 ft. above the ground surface. 
The pumping equipment consists of: 40 ft. of 
4 1/2-in. od. column pipe; 6-in., 6-stage, A. D. 
HULL 
Pike County 
Apr. 7, 1948 
Cook turbine pump, No. 1977, having 33 1/2-in. 
overall length, and rated at 100 gpm. against 60 
ft. of head, operating at 1800 rpm.; 7 ft. of 4-in. 
od. suction pipe; 3-hp. U. S. electric motor, No. 
114389, operating at 1800 rpm. 
A production test was made by the State Wa-
ter Survey on Mar. 24, 1936. The well produced 
150 gpm. for 8 hr . with a drawdown of 5 ft. 9 in. 
from a non-pumping water level of 12.9 ft. be -
lowthe top of the casing. Another production test 
was made by the State Water Survey, June 17-18, 
1936. The well produced 142 gpm. for 24 hr . with 
a drawdown of 5.9 ft. from a non-pumping water 
level of 15.9 ft. below the top of the casing. 
In 1945, it was reported that the well was p ro -
ducing about 20 gpm. 
Analysis of a sample (Lab. No. 114,127) col-
lected Apr. 7, 1948after 15-min. pumping showed 
the water to have a hardness of 14.4 gr .per gal., 
a residue of 358 ppm., and an iron content of 5.5 
ppm. 
The water is aerated and filtered for iron r e -
moval. Analysis of a sample collected Apr. 7, 
1948 showedthe treated water to have a hardness 
of 14.6 gr. per gal., a residue of 359 ppm., and 
0.03 ppm. iron. 
Pumpage is estimated to average 9,000 gpd. 
LABORATORY NO. 114,127 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
village of Huntley (674) in 1905. 
Water has been obtained from 3 sand and gravel 
wells located about 300 ft. southeast of Main St. 
and 180 to ZOO ft. west of Railroad St. (approxi-
mately 300 ft. S. and 1800 ft. E. of the N. W. cor-
ner of Section 33, T. 43 N. R. 7 E.). The elevation 
of the ground surface is 889t ft. 
Two of the wells, spaced 6 ft. apart , a re 6-in. 
in diameter and 74 ft. deep. The other well lo-
cated 25 ft. east is 10-in. in diameter and 69 ft. 
deep. Water from all 3 wells was originally 
pumped by suction. The combined production on 
Nov. 13, 1924 was 120 gpm. 
The screens were reported cleaned and put 
back in 1934. 
On July 17, 1947 the old Goulds 7 x 8-in. 
single-acting triplex pump powered by a 10-hp. 
Century electric motor was still connected to the 
north 74-ft. well. The south 74-ft. well was capped. 
The pump was operated only twice a week and 
was estimated to discharge 60 gpm. At that time 
the pump installation in the 69-ft. well consisted 
of 50 ft. of 4-in. column pipe; 6-in., 11-stage 
HUNTLEY 
McHenry County 
July 30, 1947 
Aurora Pump Co. turbine pump No. 11687 having 
a rated capacity of 100 gpm. against 140 ft. of 
head; overall length of 5 ft. 4 in.; 10 ft. of 4-in, 
suction pipe; 50 ft. of 1/4-in. gi. air line; 5-hp. 
U. S. electric motor. 
In May 1947 the pump was pulled, overhauled, 
and re-instal led. The sand screen had become 
clogged with sand, and the well was cleaned out 
and drilled about 5 ft. deeper to provide space for 
accumulation of sand. This work was done by 
Wm. R. Boetsch and Son. 
On July 17, 1947 after 6-hr. pumping at 100 
gpm. the drawdown was 3 ft. from a non-pumping 
water level of 23 ft. below the pump base (1.7 ft. 
above ground level). 
Analysis of a sample (Lab. No. 111,119) col-
lected July 17, 1947 from the 69-ft. well after 
6-hr. pumping at a rate of about 100 gpm. showed 
this water to have a hardness of 23.0 gr. per gal., 
a residue of 447 ppm., and an iron content of 1.3 
ppm. 
The largest consumers are the Wm. M. Fen-
cil Co. and the M. C. Catty Corp. The average 
pumpage is estimated as 48,000 gpd. 
LABORATORY NO. 111,119 
Illinois State Water Survey - Bulletin No. 40 
The village of Hutsonville (714) installed a 
public water supply in 1936. 
The North Well was drilled to a depth of 35 
ft. in 1936 by C. A. Chambers, Hutsonville, and 
is located about 15ft. south of Dower St., and 30 
ft. west of the Wabash River (or approximately 
600 ft. S. and 3280 ft. E. of the N. W. corner of 
Section 29, T. 8 N., R. 11 W.). The ground su r -
face elevation at the well site is 435± ft. 
It was reported by the dri l ler that below 5 ft., 
the formation varied from gravel to coarse sand, 
then to fine sand. A 10-in. casing extends from 
2 ft. above to 21 ft. 10 1/4 in. below the ground 
surface. A Cook screen, having No. 125 slot 
openings, was installed between the depths of 22 
ft. 5 3/8 in. and 29 ft. 5 3/8 in., and a short 
length of casing was placed below the screen to a 
depth of 32 ft. 7 1/2 in. 
A production test was made by the State Water 
Survey on Mar. 31, 1936. When pumping at 153-
158 gpm. the drawdown was 9.8 ft. from a non-
pumping water levelof 11.5 ft. below the top of the 
casing. 
The pumping equipment consists of: 30 ft. of 5-
in. column pipe; 7-in. 8-stage Fairbanks-Morse 
turbine pump, No. 30043; 1 1/2 ft. of 4-in. suc-
tion pipe; 15-hp. Fairbanks-Morse electric motor 
operating at 1740 rpm. 
The screen is reported to have been pulled and 
cleaned in 1940. After the screen was pulled, part 
of the formation caved in. The original 11-stage 
pump and assembly could not be re-instal led. It 
was necessary to reduce the pump to 8 stages. 
Analysis of a sample (Lab. No. 82498) col-
HUTSONVILLE 
Crawford County 
May 12, 1948 
lected Dec. 1, 1937, showed the water to have a 
hardness of 20.8 gr. per gal., a residue of 459 
ppm., and an iron content of 0.2 ppm. 
Considerable pump difficulty has been caused 
by sand and gravel entering the pump and damag-
ing the impeller blades. The North Well has been 
maintained as a stand-by unit since Apr. 1946. 
The capacity has been reduced 50%. 
The South Well was drilled in Apr. 1946 to a 
depth of 36 1/2 ft. by Harry Knox, Graysville, 
Ind.,and is located 25 ft. south of the North Well. 
The well was cased with 10-in. pipe, the bottom 
section being perforated. 
The existing pump assembly is said to be 
identical with the one originally installed in the 
North Well, and includes Fairbanks-Morse tu r -
bine pump No. SW 38325 and a 15-hp. Fai rbanks-
Morse electric motor. 
Non-pumping water levels vary with the Wa-
bash River stages. On Apr. 28, 1948 the water 
level was 20 ft. below the pump base. 
Analysis of a sample (Lab. No. 114,507) col-
lected Apr. 28, 1948 after 10-minutes pumping at 
150 gpm. showed this water to have a hardness 
of 19.4 g r .pe r gal., a residue of 394 ppm. and an 
iron content of 0.1 ppm. 
All water is chlorinated. 
The South Well is the source of the entire pub-
lic supply. 
Pumpage is estimated to average 30,000 gpd. 
LABORATORY NO 114,507 
I l l inois State Wate r Survey - Bul le t in No. 40 
The I l l inois So ld i e r s ' and S a i l o r s ' C h i l d r e n s ' 
Home obta ins w a t e r f r o m 2 w e l l s . 
The E a s t Well was d r i l l e d by Ed. Johnson, 
Bloomington , about 1920, and is loca ted a p p r o x i -
ma te ly 1360 ft. N. and 2965 ft. W. of the S. E. 
c o r n e r of Section 22, T. 24 N. , R. 2 E. The wel l 
was r e p o r t e d to be about 114 ft. deep below a 
su r face e l eva t ion of 830± ft. , and to be c a s e d with 
8- in . pipe with a 10-ft . sec t ion of s c r e e n a t tached . 
T h i s wel l was o r ig ina l ly equipped with a K e y -
stone D r i l l e r doub le -ac t ing deep -we l l p u m p . 
About 1940, the following equ ipment was ins ta l l ed : 
90 ft. of 4 1/2-in. co lumn pipe; 7- in . , 8 - s t age A m -
e r i c a n Well Works w a t e r - l u b r i c a t e d , tu rb ine 
pump, No. 62886, r a t e d at 175 gpm. aga ins t 150 
ft. of head and having an o v e r a l l length of 62 1/2 
in . ; 5 ft. of 5 - in . suct ion p ipe; 90 ft. of a i r l ine; 
10-hp . G e n e r a l E l e c t r i c m o t o r , opera t ing a t 1750 
r p m . 
This wel l was given an acid t r e a t m e n t by 
Dowel l , Inc . on Jan . 25, 1945. P r i o r to the t r e a t -
m e n t the wel l p roduced 77 gpm. with a d rawdown 
of 35.5 ft. f r o m a non-pumping wate r l eve l of 
43.5 ft. Immed ia t e ly af ter the t r e a t m e n t , p r o -
duct ion was 174 gpm. with a drawdown of 42.5 ft. 
below a non-pumping wate r l eve l of 43.5 ft. 
ILLINOIS SOLDIERS 
AND SAILORS CHILDRENS 
HOME 
M c L e a n County 
Oct . 27, 1948 
The produc t ion of the wel l was r e p o r t e d to 
have d ropped to 150 gpm. in A p r . 1945, and to 
61.5 g p m . on May 29, 1946. The non-pumping 
w a t e r l eve l on May 29, 1946 was 39.4 ft. below 
the pump b a s e . 
The pump h a s b e e n r e m o v e d and the wel l 
abandoned. 
Analys is of a s a m p l e (Lab . No. 102,960) c o l -
lec ted A p r . 4, 1945, showed the w a t e r to have a 
h a r d n e s s of 16.3 g r . pe r ga l . , a r e s i d u e of 345 
ppm. , and an i r o n content of 1.7 ppm. Methane 
gas was found to be p r e s e n t in a concen t ra t ion of 
5.4 cu. ft. pe r 1000 ga l . 
West Well , now cal led Well No. 2, located 
about 20 ft. wes t of the E a s t Well , is equipped with 
a Keys tone D r i l l e r doub le -ac t ing deep -we l l 
p u m p , No. 32, and a 1 5 - h p . G e n e r a l E l e c t r i c m o -
t o r . 
During June and July 1947 the yield was 40 
gpm. Because of the s m a l l y ie ld , i t is p lanned to 
abandon the wel l and fill i t with c l ay . 
Well No. 3 was comple ted Aug. 15, 1947 to a 
depth of 106 ft. by L a y n e - W e s t e r n Co . , Chicago , 
and loca ted 5 ft. f rom T e s t Well No. 2 or 25 ft. 
S a m p l e - s t u d y log of T e s t Hole No. 2 furnished by the State Geolog ica l Survey: 
2 - Illinois Soldiers and Sailors Childrens Home 
south and 75 ft. east of Well No. 1. 
Well No. 3 is cased with 8-in. pipe from the 
ground surface to 95 ft. with 11 ft. of 6-in. Layne 
screen, exposed, with the bottom set at 106 ft. 
The screen extends upward into the 8-in. casing 
a length of 9 ft. and is wrapped with Keystone 
bronze wire over a standard 6-in. pipe. 
The pump installation includes 90 ft. of 4 1/2-
in. column pipe; 7-in. od., 8-stage American Well 
Work s turbine pump having bronze bowls and rated 
at 175 gpm. against 140 ft. of head; 81 ft. 10 in. of 
air line; 10-hp. U. S. electr ic motor. The pump 
base is 3 ft. above ground level. 
On Aug. 15, 1947, when pumping for 2 hr . at 
a rate of 165 gpm., the drawdown was 26 ft. from 
a non-pumping water level of 44 ft. below the 
pump base. On Oct. 11, 1948, the water level was 
39 1/2 ft. below the pump base after a 2 1/2-hr. 
non-pumping period and after 1 3/4-hr . pumping at 
an average rate of 160 gpm. the water level was 
76 ft. 
Well No. 3 is the source of the entire public 
supply. 
Analysis of a sample (Lab. No. 116,116) col-
lected Oct. 11, 1948 after 1 3/4-hr . pumping at 
160 gpm. showed the water to have a hardness of 
16.9 gr . per gal., a residue of 335 ppm., and an 
iron content of 0.9 ppm. 
Well NO. 4 was drilled in Sept. 1948 to a 
depth of 106 ft. by Hayes and Sims, Champaign, 
and located 131 ft. north of Well No. 3. The well 
is cased with 8-in. pipe from a 3 ft. above to 94 ft. 
below ground level, and 12 ft. of exposed 8-in. 
Johnson screen having No. 40 slot openings. 
On Sept. 27, 1948 a production tes t was made 
by the State Water Survey. For test purposes, a 
Pomona turbine pump was used at a setting of 80 
ft. Water had been pumped from the well for 2 
days prior to the test . After 3 1/2-hr. pumping at 
180 gpm. (pump in Well No. 3 idle) the drawdown 
in Well No. 4 was 13 ft. from a non-pumping wa-
ter level of 46 ft. The pump in Well No. 3 was 
started and after 2-hr. pumping in Well No. 4 at 
a final ra te of 248 gpm., when the pump in Well 
No. 3 broke suction, the drawdown in Well No. 4 
was 23 ft. After an additional 1-hr. pumping in 
Well No. 4 (pump in Well No. 3 idle) at 342 gpm. 
the drawdown in Well No. 4 was 32 ft. One h r . 
after stopping the pump, the water level in Well 
No. 4 was 48 ft. 
Permanent pumping equipment was not in 
place. 
Analysis of a sample (Lab. No. 115,996) col-
lected Sept. 27, 1948, after 6-hr. pumping at 342 
gpm. showed the water to have a hardness of 17.1 
gr. per gal., a mineral content of 354 ppm., and 
an iron content of 1.2 ppm. 
F rom Oct. 1, 1947 to Oct. 1, 1948 total m e -
tered pumpage averaged 86,280 gpd. 
LABORATORY NO. 116,116 
I l l ino is State Water Survey - Bul le t in No. 40 
The w a t e r supply f rom Wel ls No. 1 and 2 for 
the I l l ino i s State P e n i t e n t i a r y - Jo l ie t B r a n c h or 
Old P r i s o n - is d e s c r i b e d on p a g e s 55 and 56 of 
Bul le t in No . 34 , publ ished in 1941. 
In A p r . 1945, the pump in Well No. 1 was r e -
m o v e d for the t h i r d t i m e s ince 1937 ,because of a 
bad ly c o r r o d e d condit ion. The bowls w e r e not 
c l eaned , h o w e v e r , b e c a u s e of being so weakened 
by r u s t t ha t i t was fea red they would be b r o k e n . 
The pump was r e - s e t a t 40 ft. lower or 420 ft. 
be low the s u r f a c e . On May 16, 1945, the pump 
d i s c h a r g e was e s t i m a t e d to be 275 gpm. On July 
13, 1948 the pump was r e m o v e d , b e c a u s e of a 
b r o k e n shaft and badly b r o k e n b o w l s . The pump 
w a s r e a s s e m b l e d with subs t i tu te bowls and o the r 
u sed p a r t s , and r e - s e t a t 450 ft. On Aug. 6 , 1948, 
when running a product ion t e s t in Well No. 3 
(new) the pump in Well No. 1 b roke suc t ion . The 
w a t e r l eve l in Well No. 1 was 538 ft. F o u r h o u r s 
af ter stopping the t e s t , the w a t e r r e t u r n e d into 
Well No. 1 and the pump r e s u m e d produc t ion at i t s 
n o r m a l r a t e . 
S o m e t i m e p r i o r to Oc t . 1944 a tu rb ine pump 
had been i n s t a l l ed in Well No. 2 and se t at 400 
ft. The a i r l ine was 408 ft. in length . The non-
pumping w a t e r level was 342 ft. and, when p u m p -
ing at a r a t e of 270 gpm. , the d rawdown was 11 ft. 
On Aug. 20 , 1948, af ter r e p a i r s , the pump was r e -
s e t at an addi t ional depth of 40 ft. The pumping 
a s s e m b l y now c o n s i s t s of 440 ft. of column p ipe , 
(210 ft. of 6- in . t h r e a d e d pipe and 230 ft. of 8- in . 
flanged pipe) ; 18-s t age Cook p u m p , S e r i a l No. 
186 and o v e r a l l length of 10 1/2" ft.; 440 ft. of 
a i r l ine ; 20 ft. of 5 - in . suct ion pipe; 6 0 - h p . , 1800 
r p m . U . S . e l e c t r i c m o t o r . 
On Aug. 20 , 1948 the non-pumping w a t e r l eve l 
w a s 417 ft. and af te r 15 -min . pumping at 212 
gpm. the drawdown was 5 ft. 
On A p r . 19, 1949 a new pump was being i n -
s ta l led and the a s s e m b l y now inc ludes 520 ft. of 
6 - in . co lumn pipe; 17 - s t age P e e r l e s s t u rb ine 
p u m p with b r o n z e b o w l s ; 520 ft. of 1/4-in. copper 
a i r l ine ; 20 ft. of suct ion pipe with s t r a i n e r ; 125-
h p . e l e c t r i c m o t o r . On the s a m e date the depth 
to w a t e r was 405 ft. , with the pump in Well No. 1 
in o p e r a t i o n . 
Well No. 3 was comple ted in July 1948 to a 
depth of 1600 ft. by J. P. Mi l le r A r t e s i a n Well C o . , 
Brookfie ld and loca ted ins ide the n o r t h e a s t c o r n e r 
of the m a i n wal l of the Diagnos t ic Depot (or a p -
p r o x i m a t e l y 2400 ft. S. and 2300 ft. W.of the N. E. 
ILLINOIS STATE 
PENITENTIARY 
JOLIET BRANCH 
Will County 
A p r i l 20, 1949 
c o r n e r of Sec t ion 3, T. 35 N . , R. 10 E . ) . The 
ground su r f ace e leva t ion a t the wel l s i te is 555± 
ft. The hole and cas ing d i a m e t e r r e c o r d i s shown 
in Tab le 1. 
TABLE 1 
Hole R e c o r d 
2 4 - i n . f r o m 0 to 453 ft. 
15- in . f r o m 453 to 953 ft. 
12- in . f rom 953 to 1600 ft. 
Cas ing R e c o r d 
23 - in . od. f r o m +0.5 to 60.5 ft. 
16- in . od. f r o m +2.5 to 449 ft. 
12- in . od. l i ne r f r o m 848 to 953 ft. 
The 16- in . ca s ing was c e m e n t e d in . 
A produc t ion t e s t was m a d e on Aug. 3 - 4 , 1948 
under the s u p e r v i s i o n of the State Wate r Survey . 
F o r t e s t p u r p o s e s a 7 - s t a g e , e n g i n e - d r i v e n t u r -
bune p u m p w a s a t t ached to 5.50 ft. of 8- in . co lumn 
pipe and with 21.7 ft. of 6- in . suc t ion p ipe . Before 
the t e s t the w a t e r l eve l was 420 ft. be low the top of 
the 16- in . cas ing and af ter 2 4 - h r . pumping a t v a r i -
able r a t e s of 500 to 642 g p m . the drawdown v a r i e d 
f r o m 75 1/2 to 114 1/2 ft. Water l e v e l s did not b e -
come s t ab i l i zed a t any t i m e dur ing the t e s t . P u m p -
ing w a s s topped when the pump in Well No. 1 b r o k e 
suct ion . One h r . af ter stopping the t e s t the w a t e r 
l eve l in Well No. 2 w a s 482 ft. 
The wel l w a s " s h o t " on Sept . 8 and 15, and on 
Oct . 26, 1948 with 3 c h a r g e s of n i t rogen gel of 300, 
350 and 200 lb . at dep ths of 1517, 1508 and 1471 
ft. r e s p e c t i v e l y . T h e loose sand was r e m o v e d and 
the hole c leaned out to 1600 ft. 
A produc t ion t e s t was made on Dec . 7, 1948 
under the s u p e r v i s i o n of the S ta te Water Survey , 
us ing the s a m e t e m p o r a r y pumping equ ipment a s 
in the t e s t in Aug. Before the t e s t was s t a r t e d 
the w a t e r l eve l was 424 ft. and after 1 5 - h r . p u m p -
ing at a r a t e of 645-654 gpm. dur ing the final 8 
h r . , t h e drawdown was 55 ft. F o r t y m i n u t e s af ter 
shutdown the wa te r l eve l w a s 443 ft. 
In A p r . 1949, a new pump had not been i n -
s t a l l ed in Well No. 3 . 
Ana lys i s of a s a m p l e ( L a b . No. 115,477) c o l -
l ec ted Aug. 4, 1948 af ter 2 4 - h r . pumping at 642 
p p m . showed th i s w a t e r to have a h a r d n e s s of 
2 - Illinois State Penitentiary, Joliet Branch 
14.0 gr . per gal., a residue of 520 ppm., and an 
iron content of 1.8 ppm. 
Metered pumpage in 1947 for the Joliet Branch, 
averaged 349,000 gpd. 
LABORATORY NO. 115,477 
Illinois State Water Survey - Bulletin No. 40 
The water supply from Wells No. 1-4, inclu-
sive for the Illinois State Penitentiary - State-
ville Branch, is described on pages 57-63 of 
Bulletin No. 34, published in 1941. 
Well No. 1, (Center well) was in regular 
service in Mar. 1949. The pump was removed in 
the spring of 1946 and was replaced at the same 
depth of setting. The non-pumping water level in 
Jan. 1947 was 404.0 ft. and in May 1948 was 451.0 
ft. The air line has been in bad order . 
Well No. 2 (South Well) was "shot" with 200 
lb. of nitrogen gel between depths of 1528 and 
1548 ft. in May 1947. The water level lowered 
considerably for 2 or 3 days after the shooting, 
thenrose to 164 ft. below the surface. On May 15, 
1947 the water level was 80 ft. The well was 
" s h o t " again in June 1947 with 250 lb. of gel. be -
tween depths of 1506 and 1526 ft. An estimated 
amount of 18-20 truck loads of sand was removed. 
A new 10-in. casing was installed from the ground 
level to 415 ft. 11 in. and was cemented-in from 
top to bottom. The 70 ft. of 16-in. casing and the 
8-in. liner were not moved during the shooting, 
and are now in the well. Three weeks after the 
second " s h o t " the water level was 433 to 436 ft. 
The well was reported to be 1553 ft. deep. The 
rehabilitation of the well was done by J. P. Miller 
Artesian Well Co. The old pump assembly, in 
service for 9 mo., was in poor condition, the 
column pipe was badly corroded, the shaft tubing 
leaked and the shaft could not be rotated. The 
pump assembly now consists of 521 ft. of 6-in. 
column pipe; 8 5/8-in., 12-stage Worthington 
turbine pump, Serial No. 5832, having an overall 
length of 8 ft. 7 in.; 481 ft. of air line; 10 ft. of 
suction pipe; 60-hp. U. S. electr ic motor. 
On Sept. 18, 1947 when pumping at 260 gpm., 
the drawdown was 30 ft. from a non-pumping 
water level of 445 ft. In Mar. 1949, the non-
pumping water level was 454 to 456 ft. 
Well No. 3 (North Well) was rehabilitated 
by J. P. Miller Artesian Well Co. in Mar. 1942. 
The well was " sho t " with three 150-lb. charges 
at depths of 1515, 1497 and 1475 ft. An aggre-
gate of slightly less than 5 cu. yd. of sand was 
removed, the greatest amount of which was loos-
ened after the first shot, 'at 1515 ft. 
A production test was made on Apr. 7, 1942 
under the supervision of the State Water Survey. 
Before the test was started the water level was 
328 ft. below the top of the casing which was 1.0 
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ft. above ground level, and after 8-hr. pumping at 
a rate of 300 gpm., the drawdown was 64 ft., a spe-
cific capacity of 4.7 gpm. per ft. of drawdown as 
against a specific capacity of 3.0 prior to the r e -
habilitation work. Well No. 1 was in service dur-
ing the test , and the pumping water level in Well 
No. 1 was observed to recede approximately 5 ft. 
during the test. 
New pumping equipment was installed after 
the rehabilitation work in Apri l 1942 and in 1944, 
after casing r epa i r s , the pump was lowered 40 ft. 
and the air line 50 ft. The pumping equipment now 
consists of 439 ft. 3 in. of column pipe; 10-in., 10-
stage Peer less turbine pump rated at 400 gpm.; 
448 ft. 3 in. of 1/8-in. copper air line; 50-hp. 
electric motor. 
In Apr. 1942 the new casing intalled con-
sisted of 312 ft. of 14-in. and 11-in. pipe and at the 
same time 411 ft. of 10-in. liner, butthe location of 
the liner installation was not reported. On Apr. 20, 
1944 the water level after 3 days non-pumping 
was 367 ft. below the surface. On Mar. 11, 1949 
the non-pumping water level was 439 ft. 
Well No. 4 was rehabilitated by J. P. Miller 
Artesian WellCo., during the period between Dec. 
1947 and Mar. 1948. Three shots were set off in 
the well at depths of 1565, 1548 and 1518 ft. There 
was very little sand from the first two shots but 
several truck loads from the third shot. The well 
was cleaned out to 2005 ft. and then back-filled 
with gravel up to 1566 ft. The old casing was r e -
moved except the 10-in. below 1566 ft. depth. The 
casing record is now: 
Casing Record 
20-in. from the surface to 20 ft. 
16-in. from the surface to 443 ft. 5 in. 
12-in. from the surface to 96 ft. 
The 16-in. casing was cemented in for the en-
tire length. The top 3 ft. of the 12-in. casing was 
cemented in. 
Temporary pumping equipment was installed in 
June 1948, delivering at a rate of 225 gpm. on a 24-
hr . daily schedule until removed in Nov. 1948. A 
new installation was made at that time and now con-
sists of 580 ft. of 6-in. id. column pipe; 11 1/2-in. 
od., 9-stage Peer less turbine pump, Serial No. 
46549, having an overall length of 6 ft. 4 in.; 580 
ft. of air line; 125-hp., 1800 rpm. U. S. electric 
motor. 
2 - Illinois State Penitentiary, Stateville Branch 
Since installation, this pump has been deliver-
ing at a rate of about 625 gpm. for 21-hr. daily. 
Analysis of a sample (Lab. No. 117,549) col-
lected Mar. 11, 1949 after 12-hr. pumping showed 
this water to have a hardness of 14.5 gr. per gal., 
a residue of 477 ppm., and an iron content of 0.2 
ppm. 
Total pumpage from all Stateville wells is 
estimated to average 933,000 gpd. 
LABORATORY NO. 117,549 
Illinois State Water Survey - Bulletin No. 40 
The village of Illiopolis (714) installed a pub-
lic water supply in 1936. 
In Jan., 1935, Test Hole No. 1 was drilled 
near the center and Test Hole No. 2 and 3 in the 
northern part of the village. Test Hole No. 3 was 
132 ft. deep and was reported to have produced 
55 gpm. 
An electr ical earth resist ivity survey was 
made by the State Geological Survey in Feb. , 
1935. 
Test Hole No. 4, 5 and 7 were then drilled in 
the southwest part of the village, and Test Hole 
No. 6, 8 and 9 in the northern part . 
Tes t Hole No. 6 was drilled in 1935 and is lo -
cated about 100 ft. north and 125 ft. west of the 
inter section of Fifth and Elizabeth St., (or approxi-
mately 1425 ft. S. and 1800 ft. W. of the N. E. cor -
ner of Section 7, T. 16 N., R. 1 W.). The ground 
surface elevation is 610t ft. 
The hole was cased with 6-in. pipe to a depth 
of 34 ft. 2 in., and a 10-ft. section of Cook screen 
was attached to the bottom of the casing. Half of 
the screen had No. 100 slot openings and half had 
No. 80 slots . 
A production test was made by the State Water 
Survey on June 11, 1935. The well produced 62 
gpm. with a drawdown of 21 ft. from a non-pumping 
water level of 6 ft. 2 in. below ground surface. 
Test Well No. 9 was located 10 ft. west of Test 
Well No. 6. 
The well was drilled to a depth of 51 ft. and 
completed at 40 ft. Water-bearing sand was r e -
ported to have been penetrated between the depths 
of 33 and 40 ft., and fine, dirty sand between 40 
and 51 ft. A 6-in. casing extended to a depth of 
33 ft. and a 4 1/2-in. Cook screen was installed 
between 33 and 40 ft. The screen had No. 50 slot 
openings. 
A short production test was made on July 30, 
1935 by the State Water Survey. After 2 1/2-hr. 
pumping at a rate of 54 gpm. the drawdown was 
11.5 ft. from a non-pumping water level of 6 1/2 
ft. below the ground level. Another production test 
was made by the State Water Survey on Aug. 8, 
1935. The well produced 67 gpm. with a drawdown 
of 23 1/2 ft. below a non-pumping water level of 
6 1/2 ft. below the ground surface. 
Analysis of a sample (Lab. No. 76419) showed 
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the water to have a hardness of 24.2 g r .per gal., 
a residue of 496 ppm., and a high iron content. 
The finished municipal well was drilled in 1935 
and was located between Test Well No. 6 and 9. 
This well was 45 ft. deep and of the gravel-walled 
type, 12-in. by 26-in. in diameter . The 26-in. 
outer casing was set to a depth of 33 ft., and the 
12-in. inner casing to a depth of 35 ft. below the 
ground surface. A 12-in., Cook wire-wound screen 
having No. 187 slot openings was placed between 
35 and 40 ft. 
A production test was made by the State Water 
Survey on Nov. 29, 1935. The well produced 78 
gpm. for 8 hr. with a drawdown of 17 1/2 ft. from 
a non-pumping water level of 12 ft. below the 
ground surface. Another production test was made 
by the State Water Survey on Dec. 15-16, 1936. 
The well produced 67 gpm. with a drawdown of 
22.8 ft. from a non-pumping water level of 13 ft. 
below the ground surface. After pumping had 
been stopped for 20 minutes, the water level was 
18 ft. below the non-pumping level. 
Pumping equipment was installed as follows: 
35 ft. of 4-in. column pipe; 6-in., 12-stage, F a i r -
banks-Morse deep-well turbine; 5-hp. Fa i rbanks-
Morse induction motor, operating at 1735 rpm. 
In 1941, the non-pumping water level was reported 
to be about 19 ft. and the pumping level about 33 
ft. below the ground surface. 
Analysis of a sample (Lab. No. 79239) col-
lected Dec. 16, 1936 after 25-hr. pumping, showed 
the water to have a hardness of 24.8 gr. per gal., 
a residue of 497 ppm., and an iron content of 6.0 
ppm. 
The village well failed in Aug. 1942, following 
a period of continuous pumping, when supplying 
water for construction at the Sangamon Ordinance 
Plant. Since about 1943, a treated water supply 
has been obtained from the wells of the Ordinance 
Plant. 
Analysis of a sample (Lab. No. 115,606) of 
water from the Sangamon Ordinance Plant Wells 
No. 4 and 5 collected at the treatment plant 3 1/2 
mile from the wells, shows this water to have a 
hardness of 23.6 gr. per gal., a residue of 480 
ppm. and an iron content of 5.1 -ppm. 
The water is aerated, softened, and chlori-
nated. 
Analysis of a sample (Lab. No. 115,783) col-
lected Aug. 17, 1948 shows the treated water to 
2 - Illiopolis 
have a hardness of 7.2 gr . per gal., a mineral 
content of 161 ppm., and an iron content of 0.08 
ppm. 
The village has recently purchased Ordinance 
Plant Well No. 1 and 2. These wells a re not in 
use. 
F rom Apr. 14, 1948 to Aug. 14, 1948 the m e -
tered water purchased by the village averaged 
47,980 gpd. Of this, the Wabash R. R. used an 
average of 3720 gpd. 
LABORATORY NO. 79239 
LABORATORY NO. 115,606 
LABORATORY NO. 115,783 
I l l inois State Water Survey - Bul le t in No. 40 
A public w a t e r supply was i n s t a l l ed by the 
v i l lage of Ipava (629) about 1890. 
Water was obtained f r o m a wel l loca ted no r th 
of West Main St. at Grove Alley (or approx ima te ly 
1170 ft. N. and 1400 ft. E. of the S. W. c o r n e r of 
Sect ion 6, T. 4 N. , R. 2 E . ) . 
The wel l was cased with 500 ft. of 6- in. p ipe . 
Below the ca s ing , the hole was 6 in. in d i a m e t e r . 
In 1914, the wa te r level was 50 ft. below a ground 
sur face e leva t ion of 640t ft. The well was a b a n -
doned about 1915. 
The publ ic w a t e r supply i s now obtained f r o m 
a well d r i l l e d in 1915 to a depth of 1324 ft. by 
M. T. Smith , Bushne l l , and located e a s t of the old 
well a t the w a t e r works p lant . 
The we l l was c a s e d as fo l lows: 54 ft. 4 - in . of 
12 1/2-in.pipe; 195 ft. 2 in. of 10- in . pipe; 481 ft. 
2 in . of 8 1 / 4 - i n . pipe; and 429 ft. of 6 5 /8 - in . p ipe . 
A ve in of b lack wa te r was encoun te red at a 
IPAVA 
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depth of 525 ft. When the wel l was comple t ed , the 
w a t e r l eve l was 84 ft. below the su r face ; and af te r 
stopping the pump following 24 h r . ope ra t i on , the 
w a t e r level r a i s e d i m m e d i a t e l y to 86 ft. The 
d r i l l e r r e p o r t e d a p roduc t ion r a t e of 240 gpm. In 
1923, the w a t e r l eve l was 83 ft. be low the ground 
s u r f a c e , and the pump was o p e r a t e d about 6 h r . 
dai ly at ah a v e r a g e r a t e of 30 gpm. On F e b . 2, 
1948, the non-pumping wa te r l eve l was e s t i - . 
ma ted at 120 ft. 
The pump a s s e m b l y c o n s i s t s of: 180 ft. of 4-
in . co lumn pipe; 15 - s t age P o m o n a t u r b i n e pump; 
10 ft. of 4 - i n . suct ion pipe with s t r a i n e r ; 10-hp . , 
1755 r p m . West inghouse e l e c t r i c m o t o r , No. 
1078607. 
Ana lys i s of a sample (Lab . No. 113,373), c o l -
l ec ted F e b . 2 , 1948, showed th i s w a t e r to have a 
h a r d n e s s of 37.7 g r . pe r ga l . , a r e s i d u e of 2953 
p p m . , and an i r o n content of 0.3 p p m . 
P u m p a g e i s e s t ima t ed a t 60,000 gpd. 
C o r r e l a t e d d r i l l e r ' s log of wel l d r i l l ed in 1915 furn ished by the State Geolog ica l Survey: 
2 - Ipava 
LABORATORY NO. 113,373 
I l l ino i s State Water Survey - Bul le t in No. 40 
I s l and Lake E s t a t e s , u n i n c o r p o r a t e d , i s a s u b -
divis ion of W. 1/2 W. 1/2 of Sect ion 2 1 , T. 44 N. , 
R. 9 E. in Lake County and the E. 1/2 E. 1/2 of 
Sect ion 20, T. 44 N. , R. 9 E. in McHenry County. 
A communi ty of 400 r e s i d e n c e s of which 50% 
a r e p e r m a n e n t l y occupied i s suppl ied with wa te r 
by the I s land Lake Water C o . now owned and o p -
e r a t e d by F r a n k P . Licht f ie ld , Wauconda. Water 
i s obtained f r o m we l l s d r i l l ed by H e n r y Boysen , 
J r . , L i b e r t y v i l l e . 
The following in fo rmat ion h a s been furnished 
by the owner and the d r i l l e r : Well Lot . 19, Block 
U : - Th i s we l l , known as 19-U, i s loca ted about 
240 ft. south of Fa i r f i e l d Dr ive and 160 ft. e a s t of 
Midway Dr ive (or a p p r o x i m a t e l y 1130 ft. N. and 
190 ft. E. of the S. W. c o r n e r of Sect ion 21). 
The e l eva t ion of the ground su r face is 770± ft. 
It was d r i l l e d in July 1940 to a depth of 116 
ft. and is c a s e d to a depth of 92 ft. with 10- in . 
pipe and 24 ft. of 9 5 / 8 - i n . d i a m e t e r Cook s t r a i n -
e r . The wel l s t r a i n e r is m a d e up of 5 ft. of No. 60 
s lot opening at the top , followed by 10 ft. of No. 
14 s lot open ings , 8 ft. of No. 40 s lot opening, and 
1 ft. of b lank sec t ion at the bo t tom. 
No w a t e r - b e a r i n g ve in s w e r e cased out, and 
the wel l was f inished in g r a v e l and s and . After 
comple t ion , when pumping at 503 gpm. for 8 h r . , 
the drawdown was 11 ft. be low a w a t e r l eve l of 
29 ft. be low the ground s u r f a c e . 
The following pump i n s t a l l a t i o n is in p l ace : 
80 ft. of 5- in . co lumn pipe; 6- in . , 5 - s t a g e Cook 
tu rb ine p u m p , No. 4367, r a t e d a t 425 gpm. ; no 
suc t ion p ipe; 15-hp. U. S. e l e c t r i c m o t o r . 
T h i s wel l was o r ig ina l ly the ma in s o u r c e of 
the w a t e r supply and w a s ex tens ive ly used to 
ma in t a in the a r t i f i c i a l lake leve l du r ing the d e -
ve lopmen t of the p ro j ec t . I t is now used dur ing the 
s u m m e r pe r iod to m e e t the i n c r e a s e d r e s i d e n t i a l 
demand when a l l h o m e s a r e occup ied . 
No changes have been r e p o r t e d in the wa te r 
l e v e l s . On Aug. 1, 1946, af ter 2 mon ths of c o n -
t inuous o p e r a t i o n , both pumping and non-pumping 
w a t e r l eve l s w e r e the s a m e as r e p o r t e d in 1940. ' 
Well Block K. Lot 9, known as K-9 : - The 
wel l is located about 50 ft. nor th of F o r e s t Dr ive 
and 10 ft. w e s t of E a s t w a y Dr ive (or a p p r o x i -
m a t e l y 1385 ft. S. and 1255 ft. E. of the N. W. 
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c o r n e r of Sect ion 2 1 , T. 44 N . , R. 9 E . ) . The e l e -
va t ion of the ground surface is 770 t ft. 
This wel l was d r i l l e d to a depth of 87 ft. in 
1943 and is c a s e d with 8- in . pipe f r o m the su r face 
to a depth of 77 ft. below which is 10 ft. of 7- in . 
d i a m e t e r Cook s c r e e n . 
A log of the fo rma t ions p e n e t r a t e d shows 
g r a v e l f rom the su r face to a depth of 3 6 ft., sand 
be tween the dep ths of 36 and 84 ft., and g r ave l b e -
tween the dep ths of 84 and 87 ft. 
Water was pumped for 2 days following c o m -
ple t ion of the we l l . When pumping at 280 g p m . , 
the d rawdown was 16 ft. be low a w a t e r l eve l of 9 
ft. be low the su r face of the g round . 
The following pump ins t a l l a t ion i s in s e r v i c e : 
a 6 - in . , 5 - s t age Cook tu rb ine pump r a t e d at a c a -
pac i ty of 50 g p m . aga in s t a to ta l head of 150 ft.; 
5 - h p . U . S . e l e c t r i c m o t o r . Th i s wel l i s used for 
the publ ic supply throughout the y e a r . 
A n u m b e r of o ther we l l s w e r e d r i l l ed for t e s t 
p u r p o s e s which w e r e not developed for a wa te r 
supply. One of the t e s t h o l e s was d r i l l e d on Lot 1 
Block 11 and located at the no r th i n t e r s e c t i o n of 
Highland Dr ive and Hi l l s ide Dr ive ( a p p r o x i m a t e l y 
1835 ft. S. and 685 ft. W. of the N. E. c o r n e r of 
Sect ion 20), at a ground e leva t ion of 760t ft. 
This wel l was d r i l l e d in Jan . 1941 to a depth 
of 190 ft. and was c a s e d f r o m the su r face to a 
depth of 170 ft. with 4 1/2-in. d i a m e t e r p ipe . 
C o r r e l a t e d d r i l l e r ' s log of wel l d r i l l e d in 1941 
furn ished by the State Geo log ica l Survey : 
After pumping for 8 h r . a t 10 g p m . , the d r a w -
down was 40 ft. below a w a t e r level of 70 ft. be low 
the s u r f a c e . 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the vi l-
lage of Itasca (787) in June 1926. 
The original supply was obtained from a well 
drilled to a depth of 800 ft. by W. L. Thorne Co., 
Des Plaines, and located about 70 ft. south of 
Center St. and 40 ft. east of Willow St. (approxi -
mately 1940 ft. S. and 75 ft. E. of the N. W. cor -
ner of Section 8, T. 40 N., R. 11 E.). The eleva-
tion of the ground surface is 700t ft. 
The well was reported to be cased with 10-in. 
pipe from the surface to a depth of 86 ft. and 8-in. 
casing from 86 to 430 ft. below which the hole was 
6-in. diameter to the bottom. The dr i l l e r ' s log 
reported a sand rock formation at a depth of 770 
ft., which was hard and tight and containing very 
little water. A production of only 45 gpm. was 
obtained. It is reported that the well was " s h o t " 
in the Niagaran limestone without increasing its 
yield. 
This well was the source of the public supply 
until 1936 when it was plugged at a depth of 200 
ft. The rate of production had dropped to 25 
gpm. and the plunger pump frequently broke suc-
tion. The pump was removed and the well aban-
doned after Well No. 2 was placed in service. 
Well No. 2, located 10 ft. east of the original 
well, was drilled in 1936 to a depth of 184 ft. by 
Wayman & Wayman, Arlington Heights. The e le -
vation of the ground surface is 700± ft. 
The well was reported cased with 8-in. pipe 
from the surface to rock at a depth of 85 ft. be -
low which the hole was 8-in. diameter to the bot-
tom. 
The dri l ler reported penetrating subsurface 
soil and clay to a depth of 83 ft., at which point 
limestone was encountered, the top of which was 
very limey and of medium hardness to a depth of 
about 130 ft., where a very shattered and broken 
rock of different colors was encountered. The 
water level was 16 ft. below the surface until 
drilling reached a depth of 130 ft. when the water 
level dropped to 60 ft. After completion the well 
was tested by pumping for short periods but the 
pump broke suction at a rate of 200 gpm. 
The existing pump installation, made in 1937, 
is : 170 ft. o'f 5-in. column pipe; 8-in., 13-stage 
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Pomona turbine pump, No. N2658, having a rated 
capacity of 100 gpm. against a head of 290 ft.; 
the overall length of the pump is 81 in.; 170 ft. of 
air line; 15-hp. Westinghouse electric motor. 
On June 12, 1939 the non-pumping water level 
was 62 ft. below the pump base and after pumping 
for several minutes at 80 gpm. the water level 
dropped to the bottom of the 170-ft. air line. 
Analysis of a sample (Lab. No. 110,329) col-
lected May 16, 1947 after 2-hr . pumping at 50 
gpm. showed this water to have a hardness of 19.4 
gr. per gal., a residue of 593 ppm., and an iron 
content of 0.2 ppm. 
Well No. 3 was drilled in 1939 by Wayman & 
Wayman and is located at the east end of the busi -
ness distr ict about 25 ft. south of Orchard St. and 
130 ft. east of Walnut St. (approximately 2300 ft. 
S. and 1400 ft. E. of the N. W. corner of Section 8). 
The elevation of the ground surface is 690t ft. 
This well was drilled to a depth of 200 ft. and 
cased with 12-in. pipe to limestone at a depth of 80 
ft. 
The existing pump installation, made in 1940, 
is : 70 ft. of 6-in. column pipe; 10-in., 5-stage 
American Well Works turbine pump, Shop No. 
63209, rated at a capacity of 350 gpm. against 230 
ft. of head; 10 ft. of 6-in. suction pipe; 70 ft. of 
1/4-in. gi. air line; 30-hp. General Electric mo-
tor . 
When pumping at 500 gpm. to free discharge, 
the drawdown was 15 ft. from a non-pumping water 
level of 2 ft. below the pump base . 
On May 6, 1947 the water level was 12 ft. and 
after 10-min. pumping at 350 gpm. the drawdown 
was 20 ft. 
This well is used only as an auxiliary supply 
unit. 
Analysis of a sample (Lab. No. 110,328) col-
lected May 16, 1947 after 10-min. pumping at 
350 gpm. showed this water to have a hardness of 
21.6 gr . per gal., a residue of 527 ppm., and an 
iron content of 0.6 ppm. 
The average estimated pumpage is 45,000 gpd. 
2 - I t a s c a 
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LABORATORY NO. 110,328 
I l l ino i s State Water Survey - Bul le t in No. 40 
A publ ic wa te r supply was ins t a l l ed by the 
c i ty of J e r s e y v i l l e (4809) in 1886. 
Wate r w a s obtained f r o m a wel l d r i l l ed to a 
depth of 2003 ft. by J . P. Mi l l e r A r t e s i a n Well 
C o . , Ch icago , and loca ted on a c i ty-owned lot in 
the south p a r t of town. This wel l furn ished w a t e r 
for 8 y e a r s , when the y ie ld d e c r e a s e d to 100 gpm. 
After plugging b a c k to 834-f t . depth , with no i m -
p r o v e m e n t in the yie ld , the we l l w a s abandoned. 
In J a n . , 1925, the depth of the wel l was 40 ft. 
In 1895 a wel l was d r i l l e d to a depth of 1468 
ft. and deepened in 1896 to 1542 ft. by J. A. and 
C h a s . Johnson. The wel l was loca ted on the s a m e 
lot at the 2003-ft . wel l , (or a p p r o x i m a t e l y 500 ft. 
S. and 500 ft. E. of the N. W. c o r n e r of Sect ion 
28 , T. 8 N., R. 11 W.). The ground e leva t ion is 
646± ft. 
The wel l was c a s e d with 10- in . pipe f rom the 
su r face to 896 ft. and with 8- in . pipe f r o m 896 to 
1367 ft. , be low which the hole w a s 8- in . d i a m e t e r . 
The w a t e r l eve l was 25 ft. be low the su r face unt i l 
d r i l l ing r e a c h e d 896 ft. The hole was p r a c t i c a l l y 
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d r y f r o m 896 to 1040 ft. when s a l t wa te r was e n -
c o u n t e r e d . A s m a l l , but inadequate , flow was found 
at 1492 ft. At 1492-ft. dep th , with 896 ft. of c a s -
ing , the wel l p roduced 90 gpm. , with the w a t e r 
d rawn down to the pump cy l inder at 220 ft. f r o m a 
s t a t i c w a t e r l eve l of 117 ft. The well was f in -
i s h e d at 1542 ft. and the 8- in . c a s ing then ins ta l l ed 
to 1367 ft. 
In 1912, the yield was 100,000 gpd. and , af ter 
r e c a s i n g the we l l , the yield was 220,000 gpd., or 
150 gpm. In 1921, when equipped with an a i r lift 
pump , with 600 ft. of 2 - in . a i r pipe in good con-
di t ion, the yield r a t e was about 178 gpm. L a t e r , 
the a i r pipe was in poor condi t ion, and on pumping 
20 to 22 h r . p e r day, the p roduc t ion was e s t i m a t e d 
to be 150,000 gpd. 
Ana lys i s of a s amp le ( L a b . No. 46513) c o l -
l ec ted Nov. 3 , 1921, showed th i s w a t e r to have a 
h a r d n e s s of 27.5 g r . pe r ga l . , a m i n e r a l content 
of 3012 p p m . , and an i r o n content of 0.1 p p m . 
The wel l was abandoned May 6, 1924 and in 
Jan . , 1925, w a s r e p o r t e d to have fi l led in to 3 5 0 -
C o r r e l a t e d d r i l l e r ' s log of wel l d r i l l e d in 1895 furn ished by the State Geologica l Survey : 
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ft. depth. At that time the water level was 121 
ft. below the surface. 
In 1923, the city developed a water supply 
from 3 springs located on the north bluff of Otter 
Creek, about 2 1/2 miles south and 5 1/2 miles 
west of Jerseyville (or approximately 1900 ft. 
N. and 1000 ft. W. of the S. E. corner of Section 
4, T. 7 N., R. 12 W.). 
Water is collected in a reservoir surround-
ing Spring No. 1 and pumped through a 10-in. 
pipe line to the city's distribution system, by a 
Worthington 9 by 10-in. single-acting triplex 
pump, connected to a 50-hp. Fairbanks-Morse 
Diesel. In July, 1921 the springs were estimated 
to yield the amounts given in Table 1. 
TABLE 1 
Spring No. 1 - Stamp Springs - 110,000 gpd. 
Spring No. 2 - Humiston Springs - 180,000 gpd. 
Spring No. 3 - 180,000 gpd. 
It is reported that Spring No. 3 was never de -
veloped and the supply is from Springs No. 1 and 
2. 
In the summer of 1941, the flow of the springs 
was 125,000 gpd. In Apr., 1943, the flow was about 
175,000 gpd. and supplied the demand. All 
industrial wells were abandoned and industrial 
users were supplied water by the city. 
Analysis of a sample (Lab. No. 115,900) col-
lected Sept. 24, 1948, showed the water from the 
reservoir to have a hardness of 18.1 gr. per gal., 
a residue of 339 ppm., and an iron content of 0.3 
ppm. 
Pumpage is estimatedto average 225,000 gpd. 
In 1943, two test holes and a well were drilled 
in the valley floor about 1000 ft. south of the 
springs. All three holes were drilled to rock at 
about 34 ft. below a surface elevation of 492t ft. 
The well was cased with 25 ft. 2 in. of 10-in. pipe 
and 8 ft. 10 in. of Cook s t ra iner . In a production 
test by the dri l ler , water was pumped for 24 hr . 
at 75 gpm. with a drawdown of 16 ft. from a static 
level of 12 ft. 
This well was used for a short time only. 
There are several springs in the vicinity of 
the two springs which furnish the present sup-
ply. The city may attempt to supplement the sup-
ply by developing some of those nearby springs. 
LABORATORY NO. 115,900 
Illinois State Water Survey - Bulletin No. 40 
The water works in the city of Joliet (42,365) 
were installed under private owner ship in 1884 and 
were purchased by the city in 1888. 
The original supply was obtained from a group 
of drift wells about 40 ft. deep and 6 in. in diame-
ter located in the eastern part of the city in the 
valley of Hickory Creek north of Washington St. 
and west of the Elgin, Joliet, & Eastern R. R. at 
what is known as the Washington St. or Main Sta-
tion of the Joliet Water Works. There were 20 
wells in this group and were estimated to have 
had a combined yield of 1.25 mgd. This source of 
supply met the requirements of the city for only 
a few years , and a supplementary supply was ob-
tained by drilling a number of sandstone wells 
1200 to 1700 ft. in depth in the vicinity of the 
Washington St. Station. This group comprised 6 
wells having diameters of 4 to 8 in. A test of 
their capacities was made on Apr. 26 and 27, 
1900. With all 6 wells producing the maximum 
combined discharge rate was 979 gpm.; and the 
average pumping water level was 81 1/2 ft. be -
low a ground surface having an elevation of 563t 
ft. The non-pumping water levels at this time 
were reported to be about 40 ft. below the ground 
surface. 
Until 1907, the city supply was from drift and 
sandstone wells, which had a combined yield of 
about 2.65 mgd. and were supplemented at times 
by water taken from Hickory Creek and neighbor-
ing stone quar r ies . The emergency supply avail-
able from the quarr ies and Hickory Creek was 
estimated to be about 1.0 mgd. 
In the fall of 1910, the city began hypochlorite 
treatment of the water at the Washington St. Sta-
tion when any part of the supply was obtained from 
quarr ies or Hickory Creek. 
A ser ies of isolated deep wells was begun by 
the city in 1907. The first of these wells was 
drilled on Ottawa St. just north of the principal 
mercantile center . In 1911, a similar well was 
sunk on Canal St. on the opposite side of the river 
from the Ottawa St. well. The yield of each of 
these wells was approximately 1.0 mgd. 
In 1912, a deep well was drilled south of the 
mercanti le district known as the Spruce Slip 
well. In 1913, a well was drilled in Van Buren 
St. to the eastward of the mercantile district and 
another on Des Plaines St. to the southwest of the 
mercanti le distr ict . The combined yield of the 
last 3 wells at that time was estimated as 1.877 
mgd. 
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With the addition of these 5 deep rock wells to 
the public water supply, the approximate quantities 
of total water available from the various well sup-
plies in Oct., 1913 was 6.527 mgd., with an e m e r -
gency supply of 1.0 mgd. from Hickory Creek and 
the stone quarr ies . 
In 1915, another deep rock well, known as the 
Ruby St. well, was completed. It is located near 
the west bank of the Des Plaines River and was 
reported to have a yield of 1.5 mgd. at the time of 
completion. 
In Jan. 1922, a general recession of the water 
levels in the deep rock wells and a decline in their 
production was quite evident. These wells were 
still equipped with air lifts, and the air lines had 
been extended. Tests of their yields and observa-
tions of water levels had just been completed. 
The combined yield of the Ottawa St., Canal 
St., Spruce Slip, Van Buren St., and Des Plaines 
St. wells was reported to be 1812 gpm., or 2.609 
mgd., as compared to an original production of 
3.877 mgd. whenthese wells were completed. The 
water levels varied greatly, depending upon the 
extent of pumping influence of other wells, but 
none showed a recession of less than 100 ft. from 
the original levels. 
The yield of the Ruby St. well was reported to 
be 532 gpm., or a loss of 50% from its original 
production. The Washington St. deep rock wells 
were not tested but only 4 of the original 6 wells 
were still in service, and their combined yield 
was estimated as 400,000 gpd. The drift wells at 
the Washington St. Station were still connected 
but not in service. 
Two more deep rock wells were completed in 
1924. The Williamson Ave. well located in the 
northeast par t of the city near the intersection of 
Charlesworth Ave., and the Jasper St. well, lo-
cated in the southwest part of the city on the west 
bank of the Des Plaines River at the intersection 
of Center St. In Mar. 1927, the Williamson Ave. 
well was reported to be producing 1.1 mgd., and 
the Jasper St. well 1.8 mgd. 
In Oct. 1929, another production check-up of 
the deep rock wells was made. The ra tes of d i s -
charge were measured, and water levels observed. 
A continued decline in production and recession of 
water levels was noted. The yield of the group of 
5 deep rock wells known as the Ottawa St., Canal 
St., Spruce Slip, Van Buren St., and Des Plaines 
St. wells was 805 gpm. or 1.16 mgd. At the 
Washington St. Station only wells numbered 4, 5, 
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and 6 w e r e in s e r v i c e , and tu rb ine pumps had been 
subs t i tu ted in Wel ls No. 4 and 5. P r o d u c t i o n r a t e s 
of 78 g p m . for No. 4 and 800 gpm. for No. 5 w e r e 
r e p o r t e d . The Wi l l i amson Ave. wel l was " s h o t " 
and r econd i t i oned . 
A r e p o r t on the s t a t u s of the deep r o c k w e l l s , 
da ted Nov. 1, 1933, noted the following changes : 
The Cana l St. and Spruce Slip we l l s w e r e shut 
down, and the Van B u r e n St. and Des P l a i n e s St. 
we l l s w e r e u s e d infrequent ly; the Ruby St. wel l 
w a s r e p a i r e d in 1931 and w a s r e p o r t e d producing 
360,000 gpd.; the J a s p e r St. wel l was " s h o t " in 
1933; the W i l l i a m s o n Ave . we l l t u rb ine pump had 
been r e p a i r e d and was pumping 1.32 mgd. ; t he 
Ot tawa St. we l l , which w a s r ehab i l i t a t ed by s h o o t -
ing in 1932, was producing 740,000 gpd. In Oct . 
1933, none of the we l l s at the Washington St. S t a -
t ion w e r e in u s e . 
A new wel l was d r i l l e d at the Washington St. 
Stat ion by C. W. V a r n e r , Dubuque, Iowa, in 1937; 
and in 1938, t h i s wel l , which is now known as No. 
1, p roduced at a r a t e of 1050 gpm. with a d r a w -
down of 125 ft. f r o m a non-pumping w a t e r l eve l 
of 270 ft. be low the top of c a s i n g . In 1937, Well 
No. 5 of the Washington St. Stat ion g roup of deep 
r o c k we l l s w a s " s h o t " and c leaned out . T h i s wel l 
w a s then des igna ted as No. 2 . A t e s t of i t s p r o -
duct ion was r e p o r t e d to be 450 gpm. with a d r a w -
down of 114 ft. f r o m a non-pumping w a t e r l eve l of 
242 ft. be low the top of c a s i n g . 
Fol lowing the comple t ion of Well No. 1 and 
the r econd i t ion ing of Wel l No. 2 at the Washington 
St. Sta t ion, the o the r 5 deep r o c k we l l s a t th i s 
s ta t ion w e r e abandoned, and the equ ipment was 
r e m o v e d . Dur ing 1937 and 1938, the we l l s a t Cana l 
St . , Des P l a i n e s St . , Van B u r e n St . , and Spruce 
Slip w e r e a l s o abandoned; and by July 1941 a l l 
e q u i p m e n t had been r e m o v e d , and the pump h o u s e s 
w e r e d i s m a n t l e d . A d e s c r i p t i o n of t h e s e abandoned 
w e l l s with p roduc t ion r e c o r d s , w a t e r l e v e l s , and 
s o m e logs of the f o r m a t i o n s p e n e t r a t e d m a y be 
found in Bul le t in No. 34. 
A r e p o r t on the s t a t u s of the deep r o c k w e l l s 
on July 25 , 1941 i s as fol lows: the w e l l s in s e r v -
ice w e r e Washington St. S ta t ion No. 1 , Ruby St . , 
and Ot tawa St. Aux i l i a ry w e l l s u sed on o c c a s i o n s 
w e r e Washington St. S ta t ion No. 2 , Wi l l i amson 
Ave . , and J a s p e r St. 
A v e r a g e pumpage for the p e r i o d f r o m Jan . 1 , 
1941 to Jan . 1, 1946 w a s 2.913 mgd . with only a 
4% v a r i a t i o n i n the y e a r l y r e c o r d s . Howeve r , 
subsequen t r e p o r t s show a defini te i n c r e a s e in 
p u m p a g e . F o r the 6 - m o n t h pe r i od f rom J a n . 1 , 
1946 to July 1, 1946, the a v e r a g e pumpage was 3.5 
mgd . Dur ing the month of Sept . 1946, an a v e r a g e 
pumpage of 4.3 mgd . is shown in Tab le 1. 
T A B L E 1 
The s t a tu s of the we l l s by the end of Oc t . 
1946 was as fol lows: the o r ig ina l g roup of 20 
dr i f t we l l s a t the Washington St . Sta t ion a r e s t i l l 
connec ted and can be u s e d unde r e x t r e m e e m e r -
gency cond i t ions . However , t hey have not been 
in s e r v i c e s ince 1944, and the ex ten t of t h e i r 
u se fu lnes s i s l imi t ed by the amount of r e c h a r g e 
f rom su r f ace in f i l t ra t ion . 
Well No. 2 at the Washington St. Stat ion h a s 
not been in s e r v i c e s ince 1940. I t i s s t i l l equipped 
with 400 ft. of 7- in . co lumn p ipe ; 10- in . , 11 - s t age 
P e e r l e s s t u rb ine pump having an o v e r a l l length of 
10 ft.; 20 ft. of 7- in . suc t ion p i p e . A r e c e s s i o n of 
the w a t e r l eve l be low the tu rb ine se t t ing , and the 
influence c r e a t e d by the pumping in Well No. 1 h a s 
put t h i s we l l out of s e r v i c e . I t i s planned to r e -
move the e q u i p m e n t and abandon the wel l as a 
s o u r c e of supply . 
Well No . 1 is the only wel l r e m a i n i n g in s e r v -
i ce a t the Washington St . Sta t ion. When p roduc t ion 
in t h i s wel l d ropped off in 1944, the pump was 
pul led; and the hole was found b r i d g e d at a depth of 
1192 ft. , and the hole was filled with sand to the 
1484 ft. l e v e l . The sand w a s b a i l e d out to a depth 
of 1595 ft. , and a c o m p l e t e s t r i ng of too l s left in 
the hole in p r e v i o u s y e a r s w a s r e m o v e d , and the 
hole c l e a r e d to i t s o r i g i n a l b o t t o m . Th i s w o r k 
w a s comple ted by Oct . 30 , 1944, and the o v e r -
hauled t u r b i n e w a s se t a t 460- f t . On J an . 2 , 1945, 
pumping was cont inuous at a r a t e of 975 g p m . 
The depth of the wel l was m e a s u r e d on A p r . 10, 
1946 and found to be 1677 ft. 
The following pump i n s t a l l a t i o n , m a d e on May 
8, 1946, is in s e r v i c e : 500 ft. of 10- in . c o l u m n 
p ipe ; 12- in . , 9 - s t a g e P e e r l e s s t u r b i n e pump h a v -
ing a r a t e d capac i ty of 1200 g p m . aga in s t 482 ft. 
of head ; the length of the pump is 8 ft.; 518 ft. of 
a i r l ine ; 20 ft. of 8 - in . suc t ion p ipe ; 200 -hp . U. S. 
e l e c t r i c m o t o r . 
After pumping at 1200 g p m . f r o m May 9 to 14, 
1946, the wate r l eve l was 483 ft. be low the pump 
b a s e (e leva t ion 563.70 ft .) . On Oct. 4, 1946 a w a -
t e r l eve l of 409 ft., af ter a 4 5 - m i n . idle p e r i o d , 
and a wa te r l eve l of 505 ft., af ter cont inuous p u m p -
ing , w e r e r e p o r t e d . During the month of Oct . 
1946, the pump was o p e r a t e d on an a v e r a g e of 
n e a r l y 23 h r . da i ly . 
Ana lys i s of a s amp le (Lab . No. 108,173), c o l -
l ec ted Oct . 30, 1946 f r o m the pump d i s c h a r g e 
af ter cont inuous pumping at 1120 g p m . , showed 
the w a t e r in t h i s well- to have a h a r d n e s s of 17.9 
g r . p e r ga l . , a r e s i d u e of 505 p p m . , and an i r o n 
content of 0.2 p p m . 
The Ottawa St. wel l i s in cont inuous s e r v i c e ; 
This wel l was r ehab i l i t a t ed by the J . P . Mi l l e r 
A r t e s i a n Well C o . , Brookf ie ld , in the sp r ing of 
1944. I t was r e a m e d f r o m a 10- in . d i a m e t e r to 
15 1/4-in. d i a m e t e r be tween the depths of 200 and 
615 ft. 
The hole and cas ing r e c o r d w e r e r e p o r t e d as 
shown in Table 2. 
TABLE 2 
Hole R e c o r d 
2 0 - i n . f r o m 0 to 200 ft. 
15 1/4-in. f r o m 200 to 615 ft. 
10- in . f r o m 615 to 1209 ft. 
8 - in . f rom 1209 to 1525 ft. 
Cas ing R e c o r d 
16- in . od. f r o m 0 to 200 ft. 
8- in . id . l i n e r f r o m 1088 to 1209 ft. 
The top of a 5- in . p e r f o r a t e d l ine r was found 
in bad condi t ion at a depth of 1525 ft. but w a s not 
r e m o v e d . The o r ig ina l depth o f the wel l was r e -
p o r t e d as 1621 ft. 
After comple t ion of the r e p a i r s , the wel l was 
t e s t e d for p roduct ion on M a r . 9 , 1945. When 
pumping a t 1000 gpm. aga in s t 10- lb . p r e s s u r e , 
the drawdown was 92 ft. The w a t e r l eve l was 338 
ft. be low the pump b a s e before the t e s t . The pump 
b a s e h a s an e leva t ion of 535.7 ft. above s e a l eve l . 
The following pump ins ta l l a t ion i s in s e r v i c e : 
500 ft. of 8 - in . co lumn pipe; 12 - in . , 9 - s t age a l l -
b r o n z e P e e r l e s s t u rb ine pump r a t e d a t a capac i ty 
of 1000 g p m . aga ins t 450 ft. of head; the overa l l 
l ength of the pump is 8 3 / 4 ft.; 520 ft. of a i r l ine ; 
10 ft. of 8 - in . suc t ion p ipe ; 1 5 0 - h p . U. S. e l e c t r i c 
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m o t o r . 
On Oct . 4 , 1946, the wa te r l e v e l , af ter a 4 5 -
m i n . idle p e r i o d , was 381 ft. be low the pump b a s e , 
and the w a t e r l eve l was 459 ft. a f ter cont inuous 
pumping . Dur ing the mon th of Oct . 1946, the 
pump was o p e r a t e d 24 h r . dai ly a t 865 gpm. 
Ana lys i s of a s a m p l e (Lab . No. 108,172), c o l -
lec ted Oct . 30 , 1946 f rom the cool ing l ine af ter 
cont inuous pumping at 865 g p m . , showed the 
wa te r to have a h a r d n e s s of 17.6 g r . pe r ga l . , a 
r e s i d u e of 534 ppm. , and an i r o n content of 0.2 
p p m . 
The Wi l l i amson Ave. wel l i s in cont inuous 
s e r v i c e . I t w a s r ehab i l i t a t ed by the J . P . Mi l l e r 
A r t e s i a n Well C o . dur ing the pe r i od f r o m A p r . 24, 
to Nov. 29 , 1945. The wel l w a s " s h o t " in the 
G a l e s v i l l e sands tone at dep ths of 1525, 1515, 1500, 
1489, and 1458 ft. 
The hole d i a m e t e r and cas ing r e c o r d i s shown 
in Table 3 . 
TABLE 3 
Hole R e c o r d 
19 1 /4- in . f rom 0 to 386 ft. 
15 1/4-in. f r o m 386 to 1170 ft. 
12- in . f r o m 1414 ft. 9 in . to 1610 ft. 
Cas ing R e c o r d 
20 - in . od. f rom 0 to 20 ft. 
16- in . od. f r o m 0 to 386 ft. 
13- in . od. l i ne r f r o m 1108 1/2 to 
1170 ft. 
10- in . id. l i ne r f r o m 1170 to 1414 ft. 
9 in . 
The hole was d r i l l ed and ba i l ed out to a depth 
of 1610 ft. when the work was comple t ed . 
The following pump i n s t a l l a t i o n , m a d e on F e b . 
15, 1946, is in s e r v i c e : 500 ft. of 10- in . co lumn 
p ipe ; 12- in . , 10-s tage a l l - b r o n z e , P e e r l e s s t u r - . 
b ine p u m p , No. 31940, r a t e d at a capac i ty of 1000 
gpm. a g a i n s t 463 ft. of head ; the length of the pump 
is 9 1/3 ft.; 500 ft. of a i r l ine ; 21 ft. of 8 - in . s u c -
t ion pipe and s t r a i n e r ; 150-hp . U. S . e l e c t r i c m o -
t o r . 
A 1 0 - h r . t e s t w a s m a d e with t h i s equ ipmen t on 
F e b . 15, 1946. A produc t ion of 980 gpm. aga ins t 
6 - l b . p r e s s u r e was obtained with a pumping w a t e r 
l eve l of 453 ft. be low the pump b a s e . The e l e v a -
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tion of the pump base is 557.8 ft. A water temper-
ature of 53.1° F. was observed near the end of 
the test . Samples collected during the test were 
found to have a hardness of 43 gr .per gal. After 
14 hr . of shutdown, the water level was 348 ft. 
The quality and temperature of this water indi-
cated the original source to be from the l ime-
stone. Continuous pumping reduced the percent-
age of limestone water and produced an increas -
ing percentage of water from the sandstone. 
A sample collected July 8 after one month of 
continuous pumping showed the water to have a 
hardness of 39.2 gr. per gal., and a temperature 
of 54.3° F. 
On Oct. 4, 1946, after pumping since June at 
865 gpm.,the water level was 490 ft. and the wa-
ter level, after 36 min. of idle period, was 410 ft. 
Analysis of a sample (Lab. No. 108,171), col-
lected Oct. 30, 1946 from a tap on the discharge 
line about 10 ft. from the pump after continuous 
pumping at a rate of 865 gpm., showed the water 
in this well to have a hardness of 33.1 gr. per 
gal., a residue of 735 ppm., and an iron content 
of 0.1 ppm. 
On Dec. 10, the water was, found to have a 
hardness of 29.4 gr. per gal. and a temperature 
of 57.4° F. 
The Ruby St. well is in service but is not op-
erated continuously. During the month of Oct. 
1946, water was pumped for an average period 
of 15 h r . daily at 600 gpm. Forty-two samples 
collected from this well from 1943-1947 showed 
the water to have a hardness of 13-17 gr. per gal., 
a mineral content of 460-500 ppm., and iron con-
tent of 0.1-0.6 ppm., and a temperature of 60.4 
to 62.6° F. 
TABLE 4 
Hole Record 
18-in. from 0 to 440 ft. 
12-in. from 440 to 1237 ft. 
10-in. from 1237 to 1544 ft. 
Casing Record 
14-in. from 0 to 440 ft. 
12-in. standard pipe from 0 to 437 ft. 
10-in. from 437 to 1237 ft. 
8-in. perforated liner from 1237 to 
1438 ft. 
A check-up of this well was made by the J. P. 
Miller Artesian Well Co. on Jan. 4, 1940. The 
well was sounded and found to have a depth of 
1544 ft., and the water level was 228 ft. below the 
pump base . The hole and casing diameters were 
reported as given in Table 4. 
The pump and motor were overhauled in Nov. 
1944. The well was tested on Feb. 19, 1945 and 
produced 680 gpm. The non-pumping water level 
was 348 ft. below the pump base and the pumping 
water level was below the 458-ft. air line at the 
t ime. The elevation of the pump base is 546.2 ft. 
The existing pump installation in service con-
sis ts of 525 ft. of 8-in. column pipe; 10-in., 15-
stage, all-bronze Peer less turbine rated at a ca-
pacity of 900 gpm. against 480 ft. of head; the 
overall length of the pump is 10 ft. 10 in.; 458 ft. 
of air line; 10 ft. of 7-in. suction pipe and strain-
er ; 150-hp. U. S. electric motor. 
On Oct. 4, 1946, the water level, after con-
tinuous pumping at 600 gpm., was below the 458-
ft. air line; and, after a 45-min. idle period, the 
water level was 398 ft. 
Analysis of a sample (Lab. No. 108,174), col-
lected Oct. 31, 1946 from a tap at the pump d is -
charge after 20-min. pumping at 600 gpm. 
against 52-lb. p ressure , showed the water in this 
well to have a hardness of 263, a residue of 475, 
and a content of iron of 0.5 ppm. 
The Jasper St. well serves as a standby unit 
and was used extensively during the summer of 
1946 pumping at a rate of 675 gpm. No work has 
been done in the well since it was cleaned out in 
1937. The well is reported to have a 21-in. dia-
meter hole and 17-in. diameter casing from the 
surface to a depth of 303 ft., below which the hole 
is 15 in. in diameter to the bottom which was o r i -
ginally 1565 ft. 
The pumping installation made in 1937 is still 
in place: 450 ft. of 10-in. column pipe; 14-in., 
13-stage Cook turbine pump rated at 1000 gpm. 
against 450 ft. of head; the overall length of the 
pump is 12 ft.; 450 ft. of air line (now defective); 
40 ft. of 8-in. suction pipe; 150-hp. General E lec -
tr ic motor. 
The pump discharges to the suction side of an 
Economy centrifugal pump which is connected to 
the mains and is powered by a 60-hp. electric mo-
tor . The elevation of the pump base plate, flush 
with the floor level, is 536.67 ft. 
On Sept. 8, 1938, the water level was 427 ft. 
below the pump base when pumping at 940 gpm. 
A non-pumping water level of 261 ft. was reported 
on July 25, 1941. Subsequent water levels have 
not been observed due to a defective air line. 
A detailed record of the original construction 
of these wells together with locations, early p ro -
duction and water levels is shown in Bulletin No. 
34. Many of the industrial wells in the Joliet area 
are also reported in that bulletin. 
The recession in water levels in some of the 
Joliet city wells is shown in Table 5, with water 
level elevations shown in ft. above mean sea level: ' 
The possibility of developing a public water 
supply from the glacial drift deposits of sand and 
gravel in the Hickory Creek and Spring Creek va l -
leys lying east of Joliet was investigated by the 
city of Joliet in 1945 and 1946. Nine test wells were 
drilled in these valleys located in Sections 1 and 
14 of Township 35 North, Range 10 East; Sections 
Joliet - 5 
5, 6, 7, and 8 of Township 35 North, Range 11 
East; and Section 32 of Township 36 North, Range 
11 East . These wells were all drilled 6 in. in 
diameter and varied in depths from 36 ft. to 160 
ft. Most of the wells penetrated the underlying 
limestone formation, and some were "swabbed" 
and acidized. Production tes ts were made from 
both the limestone and drift formations encount-
ered. The limestone formation was tested first 
by casing out the overlying deposits. The well 
was then plugged in the limestone, the casing was 
ra ised , and a screen installed below the casing. 
All tests for production were conducted indepen-
dently, using 6-in. pumps as the wells were com-
pleted. 
The resul ts of these tes ts indicated yields 
which varied from 37 to 345 gpm. Two wells were 
not tested because their yields by bailer tests did 
not warrant the installation of tes t pumps. The 
influence and effect of sustained pumping of these 
water-bearing glacial deposits has not been de -
termined. 
LABORATORY NO. 108,173 
LABORATORY NO. 108,172 
6 - Jo l ie t 
LABORATORY NO. 108,171 
LABORATORY NO. 108,174 
TABLE 5 
Average recession from 1895 to 1929 = 7.3 ft. per year 
Average recession from 1913 to 1947 = 8.1 ft. per year 
Average recession from 1933 to 1947 =13.1 ft. per year 
Illinois State Water Survey - Bulletin No. 40 
The city of Jonesboro (1521) installed a public 
water supply system in 1924. 
Water was first obtained from a well, which 
was drilled in 1901 for the Jonesboro Light Co., 
and which was sold to the city in 1921. This well 
was located at the southeast corner of Union and 
Pecon St. (or approximately 640 ft. S. and 740 ft. 
E. of the N. W. corner of Section 30, T. 12 S., 
R. 1 W.). The well depth is 267 ft. below a su r -
face elevation of 515t ft. 
This well, now called Well No. 1, is located 
at the site of the original town spring and when the 
spring went dry the Jonesboro LightCo. first dug 
a 4-ft. diameter hole to limestone at 28 ft. and 
later drilled the well into limestone. At a depth 
of 233 ft. the drill bit dropped 34 ft. and drilling 
was discontinued. An 8-in. casing extended from 
the ground surface to an unknown depth. 
The original pumping equipment in 1924 con-
sisted of an A. D. Cook single-action deep-well 
plunger pump set at a depth of 100 ft. and driven 
by a 5-hp. electric motor. It was reported that 
the average pumpage was 30 gpm. and that the 
non-pumping water level was 10 ft. In 1925 the 
pump setting was lowered to a depth of 140 ft. 
and in 1926 the non-pumping water level was 
13. 1/2 ft. and that pumpage was at a rate of 30 
gpm. It was reported that in the winter of 1926 
the pump was operated for 2 or 3 hr . every other 
day. 
A production test was made by the State Wa-
ter Survey on Sept. 6, 1935. When pumping at 53 
gpm., the calculated drawdown was 57 ft. below a 
non-pumping water level of 25 ft. 8 in. below the 
top of the casing. 
In 1936 it was reported that the well produced 
50 gpm. after 4-hr . continuous pumping. 
Measurements made in 1937 recorded the 
depth of the well below the surface as 203 ft. and 
the distance to water as 16 ft. In the summer of 
1942 the depth of the well was found to be 200 ft. 
and the water level was 25 1/2 ft. below the pump 
base which is 1 ft. 1 in. above the pump house 
floor. 
Due to a cracked hole several pump installa-
tions have been made. The following pump in-
stallation, made in the summer of 1942, is in 
service: 135 ft. 7 in. of 5-in. column pipe; 6-in., 
11-stage Fairbanks-Morse turbine pump, No. 
16683, having an ove ral l length of 6 1/2 ft. and a 
rated capacity of 150 gpm. against 130 ft. of head; 
JONESBORO 
Union County 
Feb. 8, 1948 
19 ft. of 5-in. suction pipe and 1-ft. 4-in. tapered 
strainer; 7 1/2-hp. General Electr ic motor. There 
is no available record of the length of the air line 
but Mr. Everett Smith who installed the pump ad-
vises that he started the 1/4-in. gi. air line at 
the bottom of the bowl assembly which would 
make the length about 142 ft. below the pump 
base. 
The production of the well has fluctuated 
widely during the past 5 years of operation and 
now varies from 35 gpm. after long periods of 
operation to 100 gpm. for short periods of op-
eration. It is estimated to average 65 gpm. over 
an operating period of 10 hour based on the amount 
of water pumped to the treatment plant. 
Considerable trouble has been experienced by 
pumping mud from this well. Numerous caveins 
have been reported in the area adjacent to the 
well site, and it is presumed that mud has settled 
into the vertical cracks and crevices of the upper 
limestone formation. 
The pump is in service and has a normal 
pumping period of lu hr . daily,! discharging an 
estimated 39,000 gpd. over the aerator at the well 
site. 
On Feb. 7 and 8, 1948 a se r ies of water level 
readings in Well No. 1 were recorded in ft. b e -
low the pump base and are shown in Table 1. 
The accuracy of the water level readings were 
questionable because of a leaky air line, when r e -
leased from pressure . 
Analysis of a sample (Lab. No. 113,347) col-
lected Jan. 29, 1948 after 1-hr. pumping at 70 
gpm., showed the water to have a hardness of 
19.4 gr . per gal., a residue of 431 ppm., and an 
iron content of 0.1 ppm. 
Sample-study log of Well No. 2 furnished by the 
State Geological Survey: 
. 2 - Jonesboro 
Well No. 2 was drilled to a depth of 302 ft. in 
193 7 by A. C. Wise, St. Louis Mo., and located 
about 275 ft. north of the depot and 30 ft. east of 
the Mobile and Ohio R. R. right-of-way, 850 ft. 
southwest of Well No. 1 (approximately 1440 ft. 
S. and 440 ft. E. of the N. W. corner of Section 
30). 
The'ground elevation at the well is 490± ft. 
The hole and casing record is shown in Table 
2. 
TABLE 2 
Hole Record 
22-in. from surface to 11 ft. 
20-in. from 11 to 30 ft. 
15-in. from 30 to 78 ft. 
10-in. from 78 to 302 ft. 
Casing Record 
22-in. from surface to 11 ft. 
10-in. from surface to 78 ft. 
Concrete seal between casings 
from surface to 20 ft. 
The following pump installation made in 1938 
is still in service: 150 ft. of 5-in. od. column 
pipe; 6-in., 18-stage Fairbanks-Morse turbine 
pump, No. 1402, having a rated capacity of 50 
gpm. against 204 ft. of head; 5-hp. Fai rbanks-
Morse electric motor. An air line was installed 
the length of which is in doubt but is reported to 
be 140 ft. 
A production test was made by the State Water 
Survey on Apr. 22-23, 1937. The non-pumping 
water level was 7 1/2 ft., and the following pump-
ing rate and drawdowns were reported. 
On Feb. 7 and 8, 1948 a ser ies of water level 
readings in Well No. 2 were recorded in ft.below 
the pump base and are shown in Table 3. 
These readings may also be questioned b e -
cause of a defective air line. 
The pump in Well No. 2 is operated simul-
taneously with Well No. 1 and the normal pump-
ing period is 10 hr . daily, discharging an estimated 
30,000 gpd. over the aerator at the plant site near 
Well No. 1. 
Analysis of a sample (Lab. No. 113,348) col-
lected Jan. 29, 1948 after 8-hr. pumping at an 
estimated rate of 50 gpm., showed this water to 
have a hardness of 19.0 gr. per gal., a residue of 
432 ppm., and an iron content of 0.6 ppm. 
All water for the public supply is aerated, 
filtered, softened and chlorinated. The treatment 
plant was not operating on Feb. 8, 1948. 
Total metered pumpage for Aug. 1947 aver -
aged 68,880 gpd. 
TABLE 1 
Water Levels 
J o n e s b o r o - 3 
T A B L E 3 
Water Leve l 
LABORATORY NO. 113,347 
LABORATORY NO. 113,348 
Illinois State Water Survey - Bulletin No. 40 
The public water supply for the village of Joy 
(470) was installed in 1923. 
Water is obtained from a well drilled by Ray 
Robinson, Joy, in 1914. The well is located about 
100 ft. south of Main St. and 250 ft. east of Fed-
era l St. (or approximately 3400 ft. N. and 1400 ft. 
W. of the S. E. corner of Section 19, T. 14 N., R. 
4 W.). 
The well is 322 ft. deep below a ground sur -
face elevation of 687± ft., and is cased with 8-in. 
pipe to rock at a depth of 80 ft. The well is 
equipped with an A. D. Cook double-acting deep 
well pump, No. 1338, with a 5 3/4-in. cylinder a t -
tachedto 256ft. of 6-in. drop pipe. The pump op-
erates at 15 spm. Power is furnished by a 15-hp. 
Fairbanks-Morse induction motor. In 1940 the 
cylinder was lowered from 225 ft. to the present 
setting, and the speed of the pump was reduced 
from 25 spm. to the present ra te . 
JOY 
Mercer County 
Nov. 7, 1946 
A production test of the well was made in 1914 
by the dr i l ler . The non-pumping water level was 
125 ft. below the ground surface, and the water 
was lowered to 140 ft. after pumping several hours 
at 60 gpm. Continued pumping did not lower the 
water level further. 
In 1940 an a i r -compressor , belt-driven from 
a 15-hp. pump motor, was installed to discharge 
air into the discharge line between the air cham-
ber and gate valve. This was used in lieu of an 
aerator and was reported to reduce the amount of 
hydrogen-sulphide at domestic taps and the stain-
ing of fixtures. 
Analysis of a sample (Lab. No. 108,246), col-
lected Nov. 7, 1946, showed the water to have a 
hardness of 10 gr. per gal., a residue of 593 ppm., 
and an iron content of 0.2 ppm. 
Pumpage is estimated at 28,000 gpd. 
LABORATORY NO. 108,246 
Illinois State Water Survey - Bulletin No. 40 
The village of Kansas (875) installed a public 
water supply in 1915. 
Well No. 1 was drilled in 1915 and is located 
on Cherry Ave., 330 ft. east of Front St. (or ap-
proximately 2400 ft. S. and 1560 ft. E. of the N. W. 
corner of Section 26, T. 13 N., R. 14 W.). The 
ground surface elevation is 700± ft. 
The well, was 80 ft. deep, and was cased with 
10-in. wi. pipe and a section of sand screen. 
Correlated dr i l le r ' s log of Well No. 1 furnished 
by the State Geological Survey: 
The well was equipped as follows: 64 ft. of 
column pipe; 5 3/4-in.by 12-in. Luitweiler deep-
well pump; 12 ft. of s trainer; 7 1/2-hp. Lincoln 
Electric motor. 
It was reported that when completed, the well 
produced-55 gpm. for 48hr . In 1918, the well was 
reported to produce 47 gpm., and the non-pumping 
water level was 14 ft. below the pump house floor. 
Well No. 1 was abandoned after Well No. 2 was 
placed in Service in 1925. The pumping equip-
ment has been removed and the well capped and 
sealed. 
Analysis of a sample (Lab. No. 38810) col-
lected Jan. 8, 1918, showed the water to have a 
KANSAS 
Edgar County 
June 16, 1948 
hardness of 19.8 gr. per gal., a residue of 413 
ppm., and an iron content of 3.0 ppm. 
Well No. 2 was drilled to a depth of 76 ft. in 
1925 by Kortey and is located about 20 ft. west of 
Well No. 1. The well was cased with 8-in. pipe 
to a reported depth of 67 ft. and with a Cook screen 
installed between the depths of 67 and 76 ft. The 
screen had No. 60 slot openings. 
The pumping equipment consists of 52 ft. of 
drop pipe; 5 3/4-in. by 18-in. Cook 2-stroke 
pump No. 1241, over all length 81 1/2 in.; 15 ft. of 
4-in. suction pipe; 10-hp. Wagner electric motor 
No. 335430, operating at 30 rpm. The pump is 
estimated to discharge 80 gpm. 
In 1927, the non-pumping water level was r e -
ported to be 13 ft. and the same water level was 
reported in 1945, when the pump was out for r e -
pa i r s . 
In June 1948 the pump was operated 3 hr. 
daily. 
Analysis of a sample (Lab. No. 115, 045) col-
lected after one-hour, pumping on June 16, 1948 
showed the water to have a hardness of 22.0 gr. 
per gal., a residue of 423 ppm., and an iron con-
tent of 3.1 ppm. Methane gas is present in a 
concentration of 5.8 cu. ft. per 1000 gal. 
All water is aerated, filtered, and softened. 
The treatment plant was not in service on June 
16, 1948. 
Well No. 3 was drilled in 1932 to a depth of 
85 ft. by E. W. Johnson, Bloomington, and is lo-
cated about 12 ft. south of Well No. 2. 
LABORATORY NO. 115,045 
2 - K a n s a s 
The wel l w a s c a s e d with 10- in . pipe and with 
a 12-ft. length of 10-in. Johnson s c r e e n , The 
aqui fe r i s r e p o r t e d to be v e r y fine sand. The 
pumping equ ipmen t inc ludes a S te r l ing tu rb ine 
pump No. S 936, r a t e d at 100 gpm. at 3600 r p m ; 
10-hp . U . S . E l e c t r i c m o t o r No. 105994, opera t ing 
a t 3600 r p m . The pump i s e s t i m a t e d to d i s c h a r g e 
80 g p m . Methane g a s i s p r e s e n t in the w a t e r f r o m 
th i s we l l . 
In June 1948 th i s p u m p w a s o p e r a t e d about 3 
h r . da i ly . 
F r o m June 7 , 1947to June 5 , 1948 the m e t e r e d 
pumpage a v e r a g e d 24,000 gpd. 
I l l i no i s State Water Survey - Bul le t in No . 40 
The public w a t e r supply w a s i n s t a l l e d by the 
c i ty of Ke i th sbu rg (1130) in 1893. 
Water w a s obta ined f r o m a number of we l l s 
loca ted along the r i v e r bank at the foot of W a s h -
ington St. The f i r s t we l l s w e r e d r i l l ed in 1893, 
and by the l a t t e r p a r t of 1913, e ight w e l l s had been 
d r i l l e d . 
In 1918 a new pumping s ta t ion w a s c o n s t r u c t e d 
by the c i ty on Second St. n e a r Washington St. (or 
a p p r o x i m a t e l y 50 ft. N. and 575 ft. W. of the S. E. 
c o r n e r of Sect ion 22, T. 13 N . , R. 5 W.). 
Water is now supplied f r o m 7 w e l l s , the d e e p -
e s t of which is 32 ft. E a c h wel l i s c a s e d with 6-
in . pipe benea th which is a 5 - in . Cook s c r e e n the 
bo t t om 6 ft. of which was s lo t t ed . Water is 
pumped f r o m a l l we l l s by a P l a t t I r on Works s u c -
t ion p u m p loca ted in a pi t about 8 ft. deep . The 
pump h a s t h r e e 9 - in . by 12- in . v e r t i c a l p i s tons 
KEITHSBURG 
M e r c e r County 
Nov. 6, 1946 
and is b e l t - c o n n e c t e d to a 2 5 - h p . Al l i s C h a l m e r s 
m o t o r . 
No log is ava i l ab l e , but a note f r o m the c i ty 
r e c o r d i s a s fol lows: " F r o m the su r face o f the 
g round , Wel ls No. 4 and 5, to the bo t tom of the 
s c r e e n is about 29 ft., and the b o t t o m of the s c r e e n 
r e s t s on a ve in of v e r y h a r d blue c l a y . " 
Ana lys i s of a s a m p l e (Lab . No. 108,245), c o l -
l ec ted Nov. 6 , 1946 af ter 4 5 - m i n . pumping , showed 
th i s w a t e r to have a h a r d n e s s of 26.0 g r . p e r g a l . , 
a r e s i d u e of 658 p p m . , and an i r o n content of 0.1 
ppm. 
The w a t e r i s not t r e a t e d . 
The pump is o p e r a t e d about 2 h r . da i ly at a 
r a t e of 450 g p m . Water pumped dur ing S e p t e m -
b e r 1946 a v e r a g e d 53,250 gpd. and for Oc tobe r 
1946, the a v e r a g e w a s 50,000 gpd. 
LABORATORY NO. 108,245 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed in 1894 by 
the village of Kempton (259). 
At that time a well was drilled to a depth of 404 
ft. at the northeast corner of F i r s t and Kemp St. 
In 1909, a well, now called No. 1, was drilled at 
the new pumping station on F i r s t St., 2 blocks 
north of the old well, (or approximately 75 ft. S. 
and 2120 ft. E. of the N. W. corner of Section 6, 
T. 28 N., R. 9 E.). 
The well was cased with 6-in. pipe to rock at 
about 285 ft. and was equipped with a cylinder 
pump attached to 220 ft. of 3-in. drop pipe. In 
1916 the non-pumping water level was 80 ft. be-
low the ground surface elevation of 73 7± ft. 
The production at that time was about 8 gpm. In 
1923 a production test was made by the State Wa-
ter Survey. At the s tar t , the pumping rate was 5 
gpm. but gradually decreased to 2 1/2 gpm. and 
the water was drawn down to the pump cylinder. 
It was necessary to pump continuously 10 to 12 hr . 
daily to supply the demand. 
The pumping equipment includes a Myers 
plunger pump with 2 1/2-in. cylinder and 12-in. 
stroke. In 1938, this well was being used for the 
entire supply in preference to Well No. 2, be -
cause of the softer quality of the water. Well No. 
1 has been out of service since Apr. 1947 when 
the Myers pump failed. 
Analysis of a sample (Lab. No. 72733) col-
lected Apr. 4, 1933 showed this water to have a 
hardness of 0.5 gr. per gal., a residue of 801 ppm., 
alkalinity of 640 ppm., and no iron. 
In Jan. 1931, Well No. 2 was completed to a 
depth of 238 ft. by E. W. Johnson, Bloomington, 
and located 20 ft. west of Well No. 1. The well 
was cased with 220 ft. of 8-in. wrought steel pipe 
and 10 ft. of 8-in. Johnson welded screen, the top 
7 ft. having No. 20 slot openings and the lower 3 
ft. having No. 30 slots. It was reported that, dur -
ing drilling operations, the drift did not cave and 
170 ft. of hole was drilled without casing. 
When the well was completed the dri l ler r e -
ported a static water level at. 80 ft. and after 4-
days pumping at 110 gpm., the drawdown was 100 
ft. 
The pumping assembly consists of 210 ft. of 
4 1/2-in. column pipe; 6-in., 8-stage Sterling tur -
bine pump, No. S 496; the overall length of the 
pump is 45 in.; 20 ft. of 4 1/2-in. suction pipe; 
15-hp., 3600 rpm. U.S. electric motor, No. 92095. 
KEMPTON 
Ford County 
Jan. 24, 1949 
Correlated dr i l le r ' s log of Well No. 2 furnished 
by the State Geological Survey: 
The pump was pulled several years ago for 
inspection. No repairs were necessary. At that 
time the pump discharge rate was 110 gpm. 
Analysis of a sample (Lab. No. 116,251) col-
lected Oct. 26, 1948 after 30-minutes pumping at 
100 gpm., showed this water to have a hardness 
of 42.7 gr. per gal., a residue of 1688 ppm., and 
an iron content of 2.1 ppm. 
Well No. 2 has been the sole source of supply 
since Apr. 1947. 
Well No. 3 was completed in Jan. 1949 to a 
depth of 386 ft. by Lowell French, Ashkum, and 
located 12 ft. south of Well No. 2. The hole was 
cased with 8-in. pipe from 2 ft. above to 276 ft. 
9 in. below the ground surface. Below the casing 
the hole was finished 8 in. in diameter. 
A production test was made on Jan. 24, 1949 
using State Water Survey calibrated measuring 
equipment. A temporary plunger pump, operated 
from the dr i l l - r ig , was set at a depth of 310 ft. 
Before the test, the water level was 100 ft. below 
the top of the casing. After 1-hr. pumping at 
12.2 gpm. the drawdown was 130 ft. One hour 
after stopping the test the water level was 169 ft. 
Analysis of a sample (Lab. No. 117,231) col-
lected Feb. 5, 1949, showed this water to have a 
hardness of 8.3 gr. per gal., a mineral content of 
998 ppm. and an iron content of 2.4 ppm. 
Pumpage for the village is estimated to aver -
age 18,000 gpd. 
2 - Kempton 
LABORATORY NO. 116.251 
LABORATORY NO. 117,231 
Illinois State Water Survey - Bulletin No. 40 
A water supply was installed by the city of 
Kewanee (16,901) in 1883 or 1884. 
At the t ime, water was taken from a shallow 
well obtaining its flow from gravel beds around 
Crystal Lake. In 1887 and 1888, 3 deep wells 
were drilled, each to a depth of 1460 ft. Several 
deep-well type pumping installations were made, 
but these proved unsatisfactory, and in 1904 air 
lift equipment was installed. In 1905 Wells No. 2 
and 3 were being cleaned, but some tools were lost 
in Well No. 3, and it was abandoned. An addition-
al well, No. 4, was drilled, and an addition to the 
pumping station was constructed. 
The wells and pumping station were located 
on a t ract of 9 acres owned by the city on the 
west side of Madison Ave. in the north part of 
the city. Water was pumped from the 3 deep wells 
into a collecting well and then into the distribu-
tion system. The shallow well water was used 
for sprinkling purposes only. Wells No. 1, 2 and 
3 were drilled to the same depth, and Wells No. 1 
and 3 were drilled to the same diameters and 
were cased alike: 10-in. pipe from the surface 
to 300 ft.; 6-in. pipe from the surface to 700 ft.; 
no casing from 700 to 1460 ft. 
Analysis of a sample (Lab. No. 24348) col-
lected Nov. 18, 1912, showed the water from Well 
No. 1 to have a hardness of 15.0 gr . per gal., a 
residue of 1292 ppm., and an iron content of 0.2 
ppm. 
Well No. 2 was cased with 4-in. pipe from 
the surface to 700 ft. and no casing from 700 to 
1460 ft. The ground surface elevation at the 3 
well sites was 825t ft. 
Well No. 4 was drilled by J. P. Miller Ar te-
sian Well Co. at a point 315 ft. east of No. 3 to a 
depth of 1426 ft. 6 in. It was cased as follows: 
16-in. pipe from surface to 118 ft.; 12-in. pipe 
from 118 ft. to 300 ft. 2 in.; 10-in. pipe from sur -
face to 500 ft. 7 in.; 8-in. pipe from 500 to 1002 
ft. 11 in.; no casing from 1002 ft. 11 in. to 1426 
ft. 6 in. 
In 1906 the non-pumping water level in Well 
No. 4 was 246 ft. below the ground surface, and 
the drawdown was 248 ft. when pumping at 150 
gpm. during a 30-hr. test . When the pumps in 
Wells No. 1 and 2 were being operated, Well No. 
4 produced 142 gpm. The drawdown was 42 ft. 
In 1908 a new pumping station site was s e -
lected near the center of the city, and 2 wells 
were drilled, in addition to a new pumping s ta -
KEWANEE 
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tion building, on the east side of Tremont St. north 
of and adjoining the Chicago, Burlington & Quincy 
R. R. right-of-way (or approximately 650 ft. S. 
and 2300 ft. E. of the N. W. corner of Section 33, 
T. 15 N., R. 5 E.). 
The date of change from the old water works to 
the new location is not definite, but it occurred 
about 1913, and Wells No. 5 and 6, drilled in 
1908, were placed in service. The wells at the 
old station were abandoned at the same t ime. 
Wells No. 5 and 6 are about 30 ft. apart , and 
the elevation of the ground surface is 853± ft. 
Well No. 5 was drilled to a depth of 1464 ft. 
3 in. and was cased as follows: 15-in. pipe from 
surface to 35 ft. 2 in.; 12-in. pipe from surface 
to 294 ft. 7 in.; 10-in. pipe from 294 ft. 7 in. to 
392 ft. 9 in.; 6-in. pipe from 392 ft. 9 in. to 976 
ft. 8 in.; no casing from 976 ft. 8 in. to 1464 ft. 3 
in. 
Well No. 6 was drilled to a depth of 1464 ft. 
10 in. and was cased as follows: 15-in. pipe from 
surface to 35 ft. 9 in.; 12-in. pipe from surface to 
274 ft. 2 in.; 10-in. pipe from 274 ft. 2 in. to 392 
ft.; 6-in. pipe from 392 ft. to 1001 ft.; no casing 
from 1001 ft. to 1464 ft. 10 in. 
The non-pumping water level in both wells in 
July 1921 was 270 ft. below the surface. Both 
wells were equipped with air lift, and the p ro -
duction rate was about 210 gpm. from both wells, 
with a drawdown of 130 ft. 
In 1919, Whitney Well Drilling Co., Chicago, 
completed a new well, now called No. l , a t a point 
40 ft. south and 25 ft. west of Wells No. 5 and 6. 
The wells at the old station in the north part of 
town had been abandoned, and Wells No. 5 and 6 
were abandoned in 1925, except that the west well 
was maintained for boiler water until 1931. 
Well No. 1 was drilled to a depth of 2497 ft. 
The well is cased with 16-in. pipe to a depth of 
500 ft. and attached to it by a swedge nipple is 503 
ft. 6in. of 14-in. pipe. Below this , the bore hole is 
12 in. in diameter and not cased. The well was 
originally equipped with an air lift with 600 ft. of 
3-in. air pipe. In 1919 the non-pumping water l e -
vel was 260 ft., and the drawdown was 21 ft. while 
pumping at 834 gpm. 
On Nov. 19, 1925 the non-pumping water level 
was 282 1/2 ft., and the drawdown was 39 ft. 
while pumping. In July 1926 during a test , the 
2 - Kewanee 
production was 640 gpm. 
The well is equipped with 390 ft. of 8-in. drop 
pipe and 19-stage Cook turbine pump, No. 1103. 
Power is furnished by a 100-hp. U. S. electric 
motor, No. 113148. 
Analysis of a sample (Lab. No. 45785) col-
lected July 26, 1921, showed this water to have a 
hardness of 15.3 gr. per gal., a mineral content 
of 1325 ppm., and an iron content of 0.2 ppm. 
In 1927 Thorpe Brothers , Des Moines, Iowa, 
completed Well No. 2 for the city. It is located 
north of Fifth St. and east of Tremont St., about 
450 ft. north of Well No. 1 (or approximately 200 
ft. S. and 2350 ft. E. of the N. W. corner of Sec-
tion 33). 
The well was drilled to a depth of 2438 ft. be-
low a ground surface elevation of 848t ft. 
The hole and casing diameter record is shown 
in Table 1. 
TABLE 1 
Hole Record 
27-in. from 0 to 250 ft. 
25-in. from 250 to 439 ft. 
19-in. from 439 to 1388 ft. 
17-in. from 1388 to 1488 ft. 
12-in. from 1488 to 2438 ft. 
Casing Record 
28-in. od. steel drive pipe from 0 to 41 ft. 
20-in. od. wrought iron casing from 0 to 
439 ft. 
14-in. od. wrought iron casing from 439 to 
1498 ft. 
The well is equipped with: 320 ft. of'10-in. 
column pipe; 11-stage Cook deep well turbine 
rated at 900 gpm.; 150-hp. electric motor. 
Well No. 2 was tested at a depth of 1480 ft. 
on May 12, 1927 before the 14-in. casing was 
installed. The non-pumping water level was 300 
ft. below the top of the casing, and the drawdown 
was 1'50 ft. while pumping at 178 gpm. On July 
21, 1927 the 14-in. casing had been installed, and 
a test was made. The non-pumping water level 
was 278 ft., and the water was drawn down 108 
ft. after 6-hr. pumping at 968 gpm. On July 19, 
1945 the non-pumping water level was 304.9. 
Analysis of a sample (Lab. No. 108,625) col-
lected on July 28, 1938 after 15-min. pumping, 
showed the water from Well No. 2 to have a hard-
ness of 22.6 g r .pe r gal., a residue of 1700 ppm., 
and an iron content of 0.3 ppm. 
Well No. 3 was drilled by Milaeger and Smyth, 
Chicago, in 1939. It is located on the west side of 
Madison Ave. near the old pumping station site 
(or approximately 1940 ft. N. and 1500 ft. E. of the 
S. W. corner of Section 28). 
It was originally intended to obtain water from 
the St. Peter sandstone if an adequate supply could 
be produced therefrom. When the drilling had 
reached 1442 ft., the sandstone was " s h o t " with a 
total of 2000 lb. of dynamite; and on May 29, 193 9 
a short production test was made by the State Wa-
ter Survey. The well had been cased with 450 ft. 
of 16-in.pipe and with 12-in. pipe between depths 
of 450 and 1000 ft. The non-pumping water level 
was 272 ft. below the surface, and the water was 
drawn down 103 ft. while pumping at a rate of 125 
gpm. 
Due to the low capacity of the well, as indi-
cated by the test , drilling was continued to a final 
LABORATORY NO. 108,625 
depth of 2484 ft. below a ground surface elevation 
of 825± ft. 
As completed, the well is cased with 16-in. 
pipe to a depth of 469 ft.; 12-in. pipe from 445 to 
1014 ft.; and a 10-in. liner was set between depths 
of 133 7 and 1525 ft. and perforated betweendepths 
of 1355 and 1430 ft. to permit entrance of water 
from the sandstone. 
A production test was made by the State Water 
Survey on Aug. 30-31, 1939. After pumping 24 hr . 
at 655 gpm., the drawdown was 92.2 ft. from a non-
pumping water level of 273.8 ft. In May 1944 the 
Kewanee - 3 
non-pumping water level in Well No. 3 was 273 ft. 
The well is equipped with 400 ft. of 8-in. column 
pipe; 19-stage Cook deep-well turbine; 12 ft. of 
8-in. suction pipe; 100-hp. electric motor. 
Analysis of a sample (Lab. No. 86245) col-
lected Aug. 30, 1939 after 9 1/2-hr. pumping at 675 
gpm., showed the water from Well No. 3 to have a 
hardness of 20.0 gr. per gal., a residue of 1600 
ppm., and an iron content of 0.4 ppm. 
Pumpageis estimated to average 750,000 gpd. 
Sample-study log of Well No. 3 furnished by the State Geological Survey: 
I l l inois Sta te Wate r Survey - Bul le t in No. 40 
The v i l lage of Kinderhook (336) ins t a l l ed a 
publ ic w a t e r supply in 1940. 
An e l e c t r i c a l e a r t h r e s i s t i v i t y su rvey was 
m a d e i n D e c . 1939 by the State Geologica l Survey , 
in and south of Kinderhook . 
A t e s t we l l was d r i l l e d in 1939 and was l o -
cated in the south p a r t of the v i l l age (or a p p r o x i -
m a t e l y 500 ft. N. and 1400 ft. W. of the S. E. c o r -
n e r of Sect ion 24, T. 4 S., R. 7 W.). The ground 
su r face e leva t ion a t the s i te i s 475± ft. The t e s t 
we l l cons i s t ed of a 2 - in . wel l point , 3 ft. long, 
s e t in the bo t t om of a 30-f t . auge r ho le . The 
non-pumping w a t e r l eve l was about 25 ft. be low 
the ground s u r f a c e , and the wel l p roduced about 
20 gpm. 
The p e r m a n e n t wel l was d r i l l ed in 1940 to a 
depth of 40 ft. by E. W. F r a n k e , Batch town, and 
i s loca ted n e a r the t e s t h o l e (or app rox ima te ly 450 
ft. N. and 1400 ft. W. of the S. E. c o r n e r of S e c -
t ion 24). A 6- in . cas ing ex tends f r o m 6 ft. above 
to 30 ft. be low the ground s u r f a c e , and a 10-ft. 
length of 6 - in . Johnson E v e r d u r s c r e e n i s i n -
s ta l l ed a t the bo t tom of the we l l . The s c r e e n h a s 
No. 34 s lot open ings . 
P u m p i n g equipment , in p l a c e , c o n s i s t s of 30 ft. 
of 4 - in . co lumn p ipe ; 6- in . , 3 - s t a g e A m e r i c a n Well 
w o r k s tu rb ine pump , No. 63477, about 1 1/2 ft. in 
KINDERHOOK 
P ike County 
A p r . 8, 1948 
o v e r a l l length and r a t e d at 75 g p m . aga in s t 190 ft. 
of head at 3450 r p m . ; 10 ft. of 4 - in . suct ion p ipe; 
7 1/2-hp. U. S. e l e c t r i c m o t o r , No. 179564, o p -
e ra t ing a t 3600 r p m . T h e r e i s no a i r l ine . 
C o r r e l a t e d d r i l l e r ' s log of we l l d r i l l e d in 1940 
furn ished by the State Geolog ica l Survey : 
A p roduc t ion t e s t was m a d e by the d r i l l e r on 
M a r . 22, 1940. The wel l w a s r e p o r t e d to have 
p roduced 125 gpm. with a drawdown of 5 ft. f r o m 
a non-pumping wa te r l eve l of 21 ft. below the 
ground s u r f a c e . 
Ana lys i s of a s amp le (Lab . No. 114,128), col-
lec ted Apr . 8, 1948 af ter 1 1/2-hr. pumping 
showed the w a t e r to have a h a r d n e s s of 17.4 g r . 
p e r ga l . , a r e s i d u e of 380 p p m . , and a t r a c e of 
i r o n . 
All w a t e r i s ch lo r ina t ed . 
The pump i s o p e r a t e d e v e r y o the r day for 
about 5 h r . P u m p a g e i s e s t i m a t e d to a v e r a g e 
11,500 gpd. 
LABORATORY NO. 114,128 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
village of Kingston (259) in 1911. 
Water is obtained from a well drilled to a 
depth of 202 1/2 ft. and is located approximately 
110 ft. N. and 1100 ft. E. of the S. W. corner of 
Section 22, T. 42 N., R. 4 E. The elevation of 
the ground surface is 825t ft. 
The well is reported cased with 10-in. pipe 
at the top, below which the hole is 10 in. in dia-
meter . 
A previous attempt to drill a 10-in. well on 
the site about 10 ft. from the existing well ended 
in a crooked hole which was abandoned. In Sept. 
1928 the distance to water in the crooked hole was 
36 1/2 ft. below the top of casing or 35 ft. below 
the ground surface, after the pump in the existing 
well had been idle 1 hr . After pumping 1 1/2 hr . 
at a rate of about 30 gpm. the water was lowered 
about 20 ft. A weight was lowered to a depth of 68 
ft. in the crooked hole. 
The existing pump installation consists of 160 
ft. of 5-in. drop pipe; American Well Works 
double-acting plunger pump, Shop No. J3147, hav-
ing an 18-in. stroke and a theoretical displace-
ment of 68.16 gpm. when operated at a speed of 30 
gpm.; 10-hp. General Electric motor. 
Analysis of a sample (Lab. No. 112,251) col-
lected Oct. 19, 1947 after 18-min. pumping at 60 
gpm. showed this water to have a hardness of 23.0 
gr. per gal. , a residue of 417 ppm., and an iron 
content of 0.4 ppm. 
A new well was drilled in Sept., 1947 to a depth 
of 311 ft. by Morr is Kennedy, DeKalb, and located 
about 10 ft. south and 15 ft. west of the old well. 
The ground surface elevation is the same as at 
the old well. 
KINGSTON 
DeKalb County 
Oct. 19, 1947 
Correlated d r i l l e r ' s log of well drilled in 1947 
furnished by the State Geological Survey: 
The well is reported to be cased with 8-in. 
pipe from the surface to a depth of 80 ft. where 
it was seated in 14 in. of limestone. Below the 
casing the hole diameter was 8 in. to the bottom. 
When drilling was completed, the water level 
was 35 ft. below the surface. A bailer test was 
run at a rate of 27 gpm., and the plunger pump in 
the old well was operated at the same t ime. It is 
reported that under these conditions, there was 
no appreciable drawdown. 
t 
The wel lhas been equipped with a Fairbanks-
Morse jet pump, No. B D 50 V having 84 ft. of 2-
in. discharge pipe and 1 1/2-in. jet p ressure 
pipe; 5-hp. General Electric motor. 
Pumpage is estimated to average 15,000 gpd. 
LABORATORY NO. 112,251 
Illinois State Water Survey - Bulletin No. 40 
The village of Kinsman (164) installed a public 
water supply in 1895. 
The original supply was obtained from a well 
drilled to a depth of 710 ft. by Mr. Johnson, 
Seneca. It was cased with 8-in. pipe at the top 
and is reported to have penetrated sandstone. This 
well was in service until 1936 when a collapsed 
casing caused the well to fill. The well produced 
practically no water in 1936 and was abandoned. 
A new well was then drilled to a depth of 700 
ft. by J. Otis Heflin, Joliet, and located about 10 
ft. north and 40 ft. east of the old well, on the 
west side of Sundown St. between Main and Emmet 
St. (or approximately 2240 ft. S. and 1150 ft. W. 
of the N. E. corner of Section 6, T. 31 N., R. 6 
E.). The dril ler reported 143 ft. of drift forma-
tion below the surface followed by broken shale 
between depths of 143 and 335 ft. and broken 
limestone of unknown thickness above the sand-
KINSMAN 
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stone. The well was cased with 8-in. pipe from 
the surface to 143 ft. and 6-in. pipe between 
depths of 137 and 335 ft. below which the hole was 
6 in. in diameter to the bottom. 
The existing pump installation, made in 1945, 
is : 250 ft. of 4-in. column pipe; 6-in., 12-stage 
Peer less turbine pump, No. 6586, having an over-
all length of 6 ft. and a rated capacity of 50 gpm. 
against 210 ft. of head; 30 ft. of 3-in. suction pipe; 
7 1/2-hp. U. S. electric motor. 
Analysis of a sample (Lab. No. 112,586) col-
lected Nov. 13, 1947 from a tap at the pressure 
tank showed the water to have a hardness of 15.8 
gr. per gal., a residue of 854 ppm., and an iron 
content of 0.7 ppm. 
The water is aerated. The average pumpage is 
approximately 5000 gpd. 
LABORATORY NO. 112,586 
Illinois State Water Survey - Bulletin No. 40 
A public water supply system was installed 
by the village of Kirkland (570) in 1928. 
Water is obtained from a well owned and op-
erated by the Chicago, Milwaukee, St. Paul and 
Pacific Railroad Co. The well is located 35 ft. 
south of the center line of the main track and 
about 140 ft. west of Fourth St. (approximately 650 
ft. S. and 1850 ft. W. of the N. E. corner of Sec-
tion 26, T. 42 N., R. 3 E.). The elevation of the 
ground surface is 775± ft. 
This well was reported drilled to a depth of 
737 ft. in 1896 and cased with 7-in. pipe to a depth 
of 88 ft. 
A non-pumping water level of 6 ft. below the 
ground surface was reported in 1934 and a draw-
down of 14 ft. when pumping at a rate of 200 gpm. 
The existing pump installation was made about 
Mar. 1, 1946: 20 ft. of column pipe; 6-in. Deming-
KIRKLAND 
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Oct. 1, 1947 
Mueller turbine pump, No. T. 6687, having a rated 
capacity of 200 gpm. against 160 ft. of head; 15-hp. 
U. S. electric motor. The distance to water was 6 
ft. below the pump base when the pump was in-
stalled. 
Analysis of a sample (Lab. No. 112,033) col-
lected Sept. 24, 1947 from a tap on the pump d i s -
charge after 1-hr. pumping at 215 gpm., showed 
this water to have a hardness of 21.7 gr. per gal., 
a residue of 381 ppm., and an iron content of 0.6 
ppm. 
From July 1 to Sept. 1, 1947, the average 
metered pumpage was 102,480 gpd. During this 
period the average village consumption was 
20,000 gpd. 
Oil Test Well. No. 1 was drilled in 1934 for 
Barton et al - J. McQueen and located 1/2 mile 
west of Kirkland (approximately 1120 ft. S. and 
1120 ft. W. of the N. E. corner of Section 27). 
The ground elevation is 770t ft. 
Sample-study log of Oil Test Well No. 1 furnished by the State Geological Survey: 
2 - K i rk land 
LABORATORY NO. 112,033 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed for the 
village of Kirkwood (746) in 1894. 
At that time a well was drilled to a depth of 216 
ft. at a point about l block from the business cen-
te r . Rock was encountered at 75 ft., and a 6-in. 
casing was set on the rock. The well produced 
an insufficient amount of water and it was neces-
sary to dril l another well in 1907 in the western 
par t of the village. It was located approximately 
300 ft. N. and 3300 f t .E. of the S. W. corner of 
Section 8, T. 10 N., R. 3 W. 
The new well, later known as No. 1, was 127 
ft. deep, and was cased to gravel with 6-in. pipe, 
but no information is available as to the size of 
the screen. At the time of installation, the well 
produced 30 to 54 gpm. 
Analysis of a sample (Lab. No. 37606), col-
lected July 17, 1917, showed this water to have a 
hardness of 24.5 gr. per gal., a mineral content 
of 531 ppm., and an iron content of 1.4 ppm. 
In May 1921 i twas reported that not more than 
50 ft. of water could be maintained in the sandpipe. 
The water was pumped about 5 hr . a day, and the 
pumping level was reported to be near the bottom 
of the well. Well No. 1 has been abandoned. 
Some time between 1921 and 1931, Well No. 2 
was drilled to a depth of 140 - 145 ft. and lo-
cated at the extreme north end of the principal 
north and south street . It was equipped with a 
plunger pump. The well has been abandoned. 
KIRKWOOD 
Warren County 
Nov. 5, 1946 
Well No. 3 was drilled in 1931 by E. W. John-
son, Bloomington, at a location 100 ft. S. and 3800 
ft. E. of the N. W. corner of Section 17). It is 145 
ft. deep with 8-in. casing to rock. 
Correlated dr i l le r ' s log of Well No. 3 furnished 
by the State Geological Survey: 
Water was pumped at a rate of 50 gpm. for 24 
hr . with a drawdown of 50 ft. from a non-pumping 
level of 30 ft. In 1944 the following pump equip-
ment was installed and is now in service: Red 
Jacket centri- jet pump, Serial No. W 257, with the, 
jet placed at 120 ft.; 5-hp., 3450 rpm. General 
Electric motor. 
Analysis of a sample (Lab. No. 108,091), col-
lected Oct. 25, 1946 after 15-min. pumping, showed 
this water to have a hardness of 25.3 g r .per gal., 
a residue of 503 ppm., and an iron content of 1.7 
ppm. 
Pumpageis estimated at 12,000 to 15,000 gpd. 
A treatment plant is under construction. 
LABORATORY NO. 108,091 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
city of Knoxville (2241) in 1896. 
Water was obtained from a well drilled by S. 
Swanson, Minneapolis, Minn., on a city-owned 
lot at the southwest corner of Ann and Line St. 
(or approximately 2500 ft. N. and 2600 ft. E. of 
the S. W. corner of Section 28, T. 11 N., R. 2 E.). 
The elevation of the pump house floor is 777.8 ft. 
The well was drilled originally to a depth of 
1350 ft. and was cased to 1056 ft., with 468 ft. of 
8-in. wi. pipe and 588 ft. of 6-in. pipe. In 1935, 
C. W. Varner, Dubuque, Iowa, removed the 6-in. 
casing and deepened the well to 1375 ft. A 40-lb. 
shot was set off in the St. Peter sandstone at 1340 
ft. and a 60-lb. shot was set off at 1280 ft. After 
cleaning the well, a 6-in. wi. casing weighing 19 
lb. per ft. was placed with the top 3 ft. above 
floor level, and the bottom at 1056 ft. below floor 
level. The 8-in. casing was not removed, and no 
cement grout was used. Water was pumped by 
air lift, using the 6-in. casing as the eductor 
pipe. 
The water levels are given in Table 1. 
On Feb. 8, 1944 the water level was reported 
to drop 6 ft. after pumping 35 min. in Well No. 
2; and, 5 min. after the pump in No. 2 was shut 
down, a recovery of 3 ft. in the water level of No. 
1 was reported. 
The air lift and compressor were removed 
from Well No. 1 (East well) in Nov. 1946. The 
pump assembly consists of 288 ft. of 4-in. column 
pipe; 4-in., 20-stage Peer less turbine pump, No. 
33234, rated at 1259 gpm.; overall length of pump, 
12 ft.; 288 ft. of air line; 20 ft. of 4-in. suction 
pipe; 15-hp., 1800-rpm. U. S. electric motor. 
This pump is kept for emergency use and is 
operated 2 or 3 t imes weekly to keep in operating 
condition. 
Analysis of a sample (Lab. No. 45,204), col-
lected May 14, 1921, showed the water to have a 
hardness of 16.5 gr . per gal., a residue of 1114 
ppm., and an iron content of 0.4 ppm. 
In 1934 C. W. Varner drilled Well No. 2 to a 
depth of 2495 ft. and located 89 ft. west of Well 
No. 1. 
KNOXVILLE 
Knox County 
Mar. 31, 1947 
The elevation of the pump base is 777.8 ft. 
The hole, casing, and liner diameter record is 
shown in Table 2. 
TABLE 2 
Hole Record 
15-in. from 0 to 480 ft. 
10-in. from 480 to 900 ft. 
8-in. from 900 to 1485 ft. 
6-in. from 1485 to 2495 ft. 
Casing Record 
16-in. from 0 to 90 ft. 
10-in. from 0 to 480 ft. 
8-in. from 459 to 900 ft. 
6 1/4-in. liner from 1383 to 1485 ft. 
The pumping installation consists of 300 ft. of 
6-in. column pipe; 10-in., 8-stage Cook deep-well 
turbine pump, Serial No. 1482, rated at 200 gpm. 
against 300 ft. of head; the overall length of the 
pump is 8 ft.; 300 ft. of air pipe; 30 ft. of 6-in. 
suction pipe; 30-hp. 1760 rpm. electric motor. 
The original pump was repaired by A. D. Cook in 
1943, and some sections of the column pipe were 
replaced. 
A production test was made by the State Water 
Survey when the drilling reached 1376 ft. Before 
the test , the water level was 224 ft. below the 
ground surface; and when pumping at 92 gpm., the 
drawdown was 76 ft. After the well was completed, 
the non-pumping water level was 214 ft., and the 
drawdown was 16 1/2 ft. while pumping at 232 
gpm., and a drawdown of 24 ft. while pumping at 
300 gpm. On Feb. 8, 1944 the non-pumping water 
level was 25 7 1/2 ft. After pumping 30 min. at 
240 gpm., the drawdown was 18 1/2 ft. or about 
25 ft. above the top of the pump. Fifteen min. 
after the pump was shut down, the water level 
raised 16 1/2 ft. 
Well No. 2 furnishes most of the public supply. 
Analysis of a sample (Lab. No. 109,760), col-
lected Mar. 31, 1947 after 15-min. pumping, 
showed the water in Well No. 2 to have a hard-
ness of 12.7 gr. per gal., a residue of 1101 ppm., 
and an iron content of 0.7 ppm. 
Pumpage is estimated at 65,000 gpd. 
2 - Knoxville 
TABLE 1 
Water Levels 
Sample-study log of Well No. 2 furnished by the State Geological Survey: 
Knoxville - 3 
LABORATORY NO. 109,760 
Illinois State Water Survey - Bulletin No. 40 
The water works for the city of Lacon (1627) 
was installed in 1893. 
At that time the city purchased the site of an 
old well, dug about 1854, and located about 200 ft. 
from the r iver during normal stage (or approxi-
mately 1000 ft. N. and 300 ft. W. of the S. E. co r -
ner of Section 26, T. 30 N., R. 3 W.). The well 
was 8 ft. in diameter and 40 ft. in depth and had 
been used as a source of water by an old sugar 
mill and disti l lery. When the water works system 
was installed, a tubular well was drilled through 
the bottom of the dug well to an additional depth 
of 20 ft., and another tubular well was drilled 6 
ft. distant. Both wells are inside the pumping 
station, the floor of which is about 12 ft. below 
the surrounding ground surface which is 463t ft. 
Both wells have 8-in. casings and are 60 ft. 
deep. The material penetrated is coarse sand and 
gravel. 
One well is equipped with a 2-stage American 
Well Works centrifugal pump with 2 1/2-in. d i s -
charge pipe and with a 4-in. suction pipe extend-
ing in the casing to a depth of 30 ft. The pump was 
designed to deliver 250 gpm. against 72 lb. d i s -
charge pressure and 15-ft. suction lift. The other 
well is equipped with an American-Marsh cen t r i -
fugal pump rated at 400 gpm. against a head of 
125 ft. It is powered by a 20-hp. Continental 
electric motor. 
The pumps are provided with an automatic 
switch to s tar t pumping when the water pressure 
falls to 60 lb. and to stop pumping at a pressure 
of 65 lb. Each pump, with its motor, is set on a 
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concrete pier built about 3 ft. above floor level 
to avoid flood water. 
In Jan. 1923 a production test was made by 
the State Water Survey. The non-pumping wa-
ter level, in the north well, was 10.6 ft. from the 
top of the casing, and the water was drawn down 
2.4 ft. after pumping 5 min.\ at 211 gpm. with 1 
pump drawing water from both wells. About 3 
min. after pumping was stopped, the water level 
returned to 10.6 ft., and 45 min. later the water 
level was still at 10.6 ft. 
In 1931 a new well was drilled by Mike Ebert , 
Washington, and located about 12 ft. south of the 
old wells with the base of the pump at elevation 
463± ft., which is the ground surface elevation. 
The well is 10 in. in diameter and 39 ft. in depth 
with a Cook screen, 12 ft. in length, at the bot-
tom. 
The well is equipped with: 20 ft. of 6-in. 
column pipe; 7 5/8-in., 12-stage Worthington 
turbine pump, No. 290143, rated at 500 gpm. 
against a head of 180 ft.; the overall length of the 
pump is 10 ft. 5 1/2 in.; no suction pipe is a t -
tached; 40-hp. General Electr ic motor. 
Analysis of a sample (Lab. No. 108,928), col-
lected Jan. 15, 1947 from the well drilled in 1931, 
showed the water to have a hardness of 21.4 gr . 
per gal., a mineral content of 437.4 ppm., and an 
iron content of 0.1 ppm. 
Pumpage is estimated to average 200,000 gpd. 
LABORATORY NO. 108,928 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
village of Ladd (1156) in 1893. 
Water was pumped from the shaft of a coal 
mine. 
In 1907, a well was drilled in the northeast-
ern part of town, about 200 ft. north of the in ter-
section of Chicago Ave. and Walnut St. (approxi-
mately 2100 ft. N. and 1050 ft. W.of the S. E. cor -
ner of Section 9, T. 16 N., R. 11 E.). 
The well was 187 ft. deep and cased with 6-in. 
pipe, the top of which extended 4 ft. above the 
ground surface elevation of 660t ft. When the well 
was constructed; the top 22 ft. was dug to a dimen-
sion of 9 by 12 ft., and from 22 to 42 ft. depth the 
dug portion was 6ft. square. The dug portion was 
lined with wood curbing and used as a reservoi r . 
Water was pumped by air lift. 
Non-pumping water level in 1913 was reported 
to be 40 ft. below the surface. 
In 1919, the well became clogged and water was 
again purchased from the Illinois Third Vein Coal 
Co. 
The mine was 468 ft. deep, penetrating quick-
sand and gravel at a depth of 180 ft. The pump 
shaft extended to a depth of 280 ft. In pumping 
at a rate of 300 gpm.,the drawdown was reported 
to be 100 ft. 
Within 6 months, a water main leading from 
the mine well was broken, due to settlement of a 
waste pile which was over the water main, and a 
new well was drilled for the village by A. B. Bell 
and Son, St. Charles , in 1919. This well was 300 
ft. deep and located close to the well drilled in 
1907. Very little production was obtained. 
In 1920 the old dug well was cleaned out for 
use by the village. The water level was 32 ft. be-
low the top of the curb, and the inflow rate was 
calculated to be 16 gpm. 
Analysis of a sample (Lab. No. 39454) col-
lected in July 1918 from well tap showed this w a -
ter to have a hardness of 19.8 gr . per gal., a min-
era l content of 471.1 ppm.,and an iron content of 
1.3 ppm. 
In 1922, the village water supply was d i s -
continued from all these sources . A new well 
was drilled in 1922 by J. P. Miller Artesian Well 
Co., Brookfield, and located in the southeastern 
part of the village about 200 ft. south of Cleveland 
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St. on a line with Hennepin St. (or approximately 
300 ft. S. and 1400 ft. E. of the N. W. corner of 
Section 15). It was drilled to a depth of 1665 ft. 
8 in. below a ground surface elevation of 650t ft. 
Sample-study log of well drilled in 1922 furnished 
by the State Geological Survey: 
The hole and casing record is shown in Table 
1. 
TABLE 1 
Hole Record 
8-in. from surface to 960 ft. 
6-in. from 960 to 1665 2/3 ft. 
Casing Record 
12-in. from surface to 165 ft. 
10-in. from 158 1/2 to 524 ft. 
8-in. from 498 to 840 ft. 
6-in. liner from 960 to 1200 ft. 
The joints between the 12 and 10-in. casings 
and between the 10 and 8-in. casings were sealed 
with lead. 
On May 2, 1922, a production test was made 
by the dri l ler . The non-pumping water level was 
26 ft. below the pump base, and after 11-hr. 
pumping at 183 gpm., the drawdown was 62 ft. 
The non-pumping water level was 38 ft. below 
the pump base and when pumping at 62 gpm., the 
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d r a v d o w n was 63 ft. When pumping at a r a t e of 
72 gpm. , the back p r e s s u r e was 68 p s i . and the 
wa te r was d rawn down below the a i r l i ne . 
In Dec . 1940 the pumping equ ipment was a l -
t e r e d and now c o n s i s t s of 240 ft. of 5- in . co lumn 
pipe; 8- in . , 13-s tage Auro ra tu rb ine pump, No. 
10673, r a t e d at 200 gpm. aga ins t 300 ft. of head 
at 1750 r p m . ; the length of the pump is 7 1/2 ft.; 
267 1/2 ft. of 1/4-in. ga lvanized a i r l ine; 30 ft. 
o f 5- in . suct ion pipe; 20-hp . Gene ra l E l e c t r i c m o -
t o r . 
On Jan . 9, 1940, a p roduc t ion tes t was made 
by the State Water Survey . The non-pumping w a -
ter level was 30 1/2 ft. below the pump b a s e . 
After pumping 2 1/2 hr. at 165 gpm. , the d rawdown 
was. 128 ft., and the back p r e s s u r e 82 p s i . Con-
s ide rab le sol id m a t e r i a l had been pumped f rom 
the well between Nov. 1939 and Jan. 1940, which 
had an appa ren t ly benef ic ia l effect. 
On Aug. 15, 1947, the non-pumping wa te r l eve l 
was 32 ft. below the pump b a s e , and after pumping 
5 1/2 h r . at an e s t i m a t e d r a t e of 200 gpm. the 
drawdown was 85 ft. 
Ana lys i s of a s ample (Lab . No. 111,559) c o l -
lected Aug. 15, 1947, after 5 1/2-hr. pumping, 
showed the wate r f rom th i s wel l to have a h a r d -
n e s s of 18.1 g r . pe r ga l . , a r e s i d u e of 375 ppm. , 
and an i r o n content of 1.9 p p m . Methane gas h a s 
been found in the w a t e r f rom th i s we l l . The g e n -
e r a l c h a r a c t e r of the wa te r i nd i ca t e s i t to be a l -
m o s t e n t i r e l y of drift o r i g i n . 
The wate r i s not t r e a t e d . 
Well No. 1 was rehab i l i t a t ed in Sept . 1949, by 
C. W. V a r n e r , Dubuque, Iowa. The work was r e -
por ted to cons i s t of r emov ing the old 10-in. c a s -
ing and r ep lac ing i t with 8- in . cas ing f rom the 
sur face to the top of the old 8- in . cas ing at about 
498 ft.; " s h o o t i n g " the well at 1600 ft. with 300 
lb . of b las t ing gela t in ; deepening the wel l to 
1859.5 ft. The 6- in . l iner was left in the ho le . 
I t was r e p o r t e d that the old 10- in . cas ing was 
badly pit ted and the me ta l ea ten away by c o r -
r o s i o n n e a r the bot tom of the ca s ing . Before r e -
habi l i t a t ion , the non-pumping wa te r level was r e -
por ted to be 38 to 42 below the ground s u r f a c e . 
After the new cas ing was ins ta l l ed , the wa te r 
level was 126 ft. and after " s h o o t i n g " and c l e a n -
ing the wel l the wate r l eve l was 98 ft. In a p r o -
duct ion t e s t on Oct . 10, 1949, af ter 3 1/2 h r . 
pumping at 205 gpm. the drawdown was 127 ft., 
and after an addi t ional 1/2-hr. pumping at 235 
gpm. the drawdown was 148 ft. 
Ana lys i s of a sample (Lab . No. 119570), c o l -
lec ted Oct . 10, 1949, af ter 3 1/2 h r . pumping 
showed th i s wa te r to have a h a r d n e s s of 18.2 g r . 
pe r gal . , a to ta l m i n e r a l content of 507 ppm. and 
an i r o n content of 9.3 ppm. The t e m p e r a t u r e of 
the w a t e r was 63° F . 
In Sept. 1948, a 6- in. t e s t wel l was d r i l l ed to 
a depth of 155 ft. by Neely and Sch immelphen ig , 
Ba tav ia , and located 20 ft. south of Well No. 1. 
Sha rp , c o a r s e sand was r e p o r t e d to be found b e -
tween depths of 135 and 155 ft. A 5- in . s c r e e n 
having No. 60 s lo t openings was s e t be tween depths 
of 150 and 155 ft. The d r i l l e r r e p o r t e d tha t , in a 
product ion t e s t , when pumping at 32 gpm. the 
drawdown was 70 ft. f rom a s t a t i c wa te r l eve l of 
35 ft. below the top of the 6- in . c a s i n g . 
Well No. 2 was then d r i l l ed to a depth of 163 
ft. in Dec . 1948, and located about 50 ft. wes t of 
the 6- in . t e s t wel l . Well No. 2 was c a s e d with 
137 ft. of 10-in. pipe and 26 ft. of 8-in. Johnson 
E v e r d u r s c r e e n , having s lot openings of No. 60, 
80, and 60, but the length of each s ize slot open-
ing was not r e p o r t e d . The top 4 ft. of the 8- in . 
s c r e e n was fitted with 8-in." b lank pipe with a 
swedge nipple on the top end. 
A product ion t e s t was made by the State Wa-
t e r Survey on Dec . 22 and 23 , 1948, using a t e s t 
pump and including 90 ft. of 4 - in . co lumn pipe 
Before the t e s t and when the pump in Well No. 1 
had been shut down for 12 h r . the w a t e r l eve l in 
Well No. 2 was 34.3 ft. below the top of the cas ing . 
After 2 h r . pumping at 76 gpm. the drawdown was 
3.7 ft. The pump in Well No. 1 was then s t a r t e d 
and after 1-hr. pumping in Well No. 2 at 76 gpm. 
the drawdown was 5.2 ft. F o r the next 2 - h r . pump-
ing in Well No. '2 at 154 gpm. (No. 1 s t i l l o p e r a t -
ing) the d rawdown was 9.4 ft. F o r the next 4 1/2 
h r . with pumping in both w e l l s , No. 2 at 450 gpm. , 
the drawdown in Well No. 2 was 28.0 ft. Well 
No. 1 pump was then s topped and for the next 11 
h r . pumping in Well No. 2 was ma in ta ined at 444 
gpm. The final drawdown, after a to ta l of 2 4 - h r . 
pumping , was 30.4 ' f t . T h i r t y m i n . af ter stopping 
the No. 2 pump and with No. 1 pump s t i l l shut 
down, the w a t e r l eve l was 43.8 ft. or 9.5 ft. b e -
low the l eve l be fore the t e s t w a s s t a r t e d . 
The pumping equipment , now ins ta l l ed in the 
we l l , c o n s i s t s of 90 ft. of 6- in . co lumn pipe; 8 - in . 
7 - s tage A u r o r a P u m p Co. wa te r l u b r i c a t e d t u r -
bine p u m p , No. 42912, r a t e d a t 450 gpm. aga ins t 
95 ft. of head at 1750 r p m . ; 90 ft. of a i r l ine ; 4-
in . suc t ion s t r a i n e r ; 20 ft. , 1750 r p m . e l e c t r i c 
m o t o r . The pump is des igned for 300 gpm. 
aga ins t 170 ft. of head . 
Analysis of a sample (Lab. No. 120,221) col-
lected Dec. 12, 1949, showed this water to have a 
hardness of 18.0 gr. per gal., a residue of 357 
ppm., and an iron content of 2.7 ppm. 
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In 1947, the pumpage was estimated to aver-
age 150,000 gpd. 
LABORATORY NO. 111,559 
LABORATORY NO. 120,221 
Illinois State Water Survey - Bulletin No. 40 
Water works have been installed in La Grange 
(10,479) since 1889. The first plant was built by a 
private company, and, after several t ransfers of 
ownership, the village purchased the water works 
from the Public Service Co. of Northern Illinois 
on Oct. 6, 1938. 
The group of 3 wells, located on the village 
property lying north of Elm St. between Brainard 
and Stone Ave., constituted the source of the public 
water supply until 1928 when a fourth well was 
completed at a site at the northeast corner of 
Cossitt and Tilden St. 
Well No. 1 is located at the southwest cor -
ner of the treating plant about 140 ft. east of the 
center of Brainard Ave. and north of Elm St. (or 
approximately 2175 ft. N. and 140 ft. E. of the 
S. W. corner of Section 4, T. 38 N., R. 12 E.). 
The well is reported to have been drilled 
originally in 1889 to a depth of 1962 ft. It was 
rehabilitated by F. M. Gray, Jr . , Chicago, in 
1926, and the hole and pipe diameter record 
(Table 1) was reported by the driller after r e -
habilitation of the well. 
TABLE 1 
Hole Record 
15-in. f romsurface to 300 ft. 
13-in. from 300 to 500 ft. 
12-in. from 500 to 1000 ft. 
8 5/8-in. from 1000 to 1430 ft. 
7-in. from 1430 to 2005 ft. 
Liner Record 
10-in. wrought iron from 300 to 500 ft. 
10-in. wrought iron from 895 to 1000 ft. 
6-in. wrought iron from 1151 to 1359 ft. 
A light reflected into the well on May 22, 1944 
after the pump was pulled showed about 10 ft. of 
casing below the pump base . 
Subsequent to 1926 the following obstructions 
have been reported found in the well but not r e -
moved: plugged at a depth of 1225 ft. in 1928; 
obstruction at a depth of 1135 ft. in 1933; and ob-
struction at a depth of 1109 ft. in 1935. 
On May 22, 1944, after the well had been idle 
one week and the pump in Well No. 3 was in op-
eration, the water level was 175 1/2 ft. On June 
3, 1944, the J. P. Miller Artesian Well Co., 
Brookfield, reported the well bridged at a depth 
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of 1160 ft. After the pumping equipment was r e -
installed on June 27, 1944, water was pumped for 
a period of 9 days, at a rate of 650 gpm. After 6 
days, the drawdown was 47 1/2 ft.; and after 9 
days, the drawdown was 59 ft. No other pump was 
in operation. The water level readings are shown 
in Table 2. 
In 1942 a sample collected from this well was 
reported to have a temperature of 51.8° F. The 
hardness was found to be 55 gr. per gal. A 
sample (Lab. No. 106,486) collected May 14, 1946, 
was found to have ahardness of 49.5 gr. per gal., a 
total mineral content of 955 ppm., and an iron 
content of 1.8 ppm. The temperature and general 
character of this sample is typical for water from 
the Silurian dolomite in this vicinity. 
After Well No. 1 was rehabilitated by S. B. 
Geiger Co., Chicago, in July 1947, the hole and 
casing record is shown in Table 3. 
TABLE 3 
Hole Record 
15 1/4-in. from 0 to 349 ft. 
12-in. from 500 to 862 ft. 
10-in. from 1014 to 1085 ft. 
6-in. from 1085 to 1225 ft. 
Liner Record 
16-in. od. short section at top 
12-in. id. liner from 349 to 500 ft. 
10-in. id. liner from 862 to 1014 ft. 
After the rehabilitation work, the pump base 
was raised 4 1/2 ft. and the elevation of the pump 
base is now 647.33 ft. 
The pumping equipment, installed Aug. 2, 
1947, consists of 300 ft. of 10-in. column pipe; 
12-in., 7-stage American Well Works turbine 
pump, No. 71337, rated at 1000 gpm. against 325 
ft. of head; an overall length of the pump is 7 1/2 
ft.; 300 ft. of air line; 29 ft. 3 in. of 10-in. suc-
tion pipe; 125-hp. General Electric motor. 
On Aug. 11, 1947 the static level was reported 
to be 180 ft. below the pump base and after 7-hr. 
pumping at 1200 gpm., the drawdown was 22 ft. 
On Aug. 18, 1947 the non-pumping level was 242 
ft. and after 6-da. pumping at 1000 gpm., the pump-
ing level was 277 ft. 
The well was not in service in Aug. 1948. 
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Well No. 2 is located about 40 ft. south and 
10 ft. east of Well No. 1. This well was drilled 
by the J. P. Miller Artesian Well Co. in 1890 to a 
reported depth of 2014 ft. The elevation of the 
top of the pump base is 642.44 ft. The ground 
surface elevation is 648± ft. 
The well was abandoned a number of years 
ago, and the airlift pump was removed. In 1944, 
the well top was uncovered for water level ob-
servations. The water level lowered 30 ft. to 
elevation 462 ft. after the pump in Well No. 3 
(150 ft. southwest) had been operating 21 1/2 hr . 
at 500 gpm. Well No. 1 was idle at the t ime. A 
r ise of 14.2 ft. in 1 min. was noted after the 
pump in No. 3 was shut down, and a drop of 7 1/2 
ft. 1 min. later after the pump in No. 1 was 
started. 
On July 3, 1944, after the pump in No. 1 had 
been operated for 9 days at 650 gpm., and the 
pump in No. 3 had been idle for the same period, 
the following water level elevations were reported. 
Water Level Elevations 
Well No. 1 Well No. 2 Well No. 3 
408.0 452.0 479.0 
Well No. 3 is located about 150 ft. southwest 
of Well No. 1 and about 50 ft. east of the center 
of Brainard Ave. The elevation of the top of the 
pump base is 645.95 ft. It was reported to have 
been drilled in 1908 to a depth of 1956 ft. with 
20 ft. of 16-in. surface pipe. The well was cleaned 
in 1931 to'a depth of 1917 ft., and a 6-in. wrought 
iron liner was installed between the depths of 903 
and 1174 ft. 
The following hole diameters were reported: 
16 in. from the surface to 297 1/2 ft.; 10 in. 
from 297 1/2 to 1026 ft.; 8 in. from 1026 to 1497 
ft.; and 6 in. from 1497 to 1917 ft. 
In 1936 an obstruction was reported at a depth 
of 1760 ft. but was not removed. On Mar. 23, 
1945 the pump was removed, and the following 
measurements made: distance to water below the 
pump base was 154 ft. when the pump in Well No. 
1 was operating. A bridge was found in the hole 
at a depth of 427 ft. which was not removed. 
The following pump installation was made at 
that t ime: 268 ft. of 8-in. column lipe (20 ft. new); 
a new 8-in., 13-stage American Well Works tu r -
bine pump having an overall length of 12 ft.; 10 ft. 
of 8-in. suction pipe; 2-ft. tapered strainer; 290 
ft. of air line; 100-hp. General Electric motor. 
On Apr. 9, 1946 when Well No. 1 was idle, 
after 25-min. pumping at 700 gpm. in Well No. 3, 
the drawdown was 138 ft. from a water level of 
135 ft. below the pump base. No additional draw-
down occurred after 8-hr. 40-min. pumping at 
the same ra te . 
Old records show water levels in ft. below 
pump base as follows. 
Water Levels 
Analysis of a sample (Lab. No. 106,408) col-
lected May 6, 1946 from the end of the cooling 
coil after pumping 8 1/2-hr.at 740 gpm., showed 
this water to have a hardness of 50 gr. per gal., 
a residue of 1038 ppm., and an iron content of 
2.0 ppm. This quality is similar to that obtained 
from Well No. 1. 
Well No. 4, located approximately 2700 ft. S. 
and 1200 ft. W. of the N. E. corner of Section 4, 
was drilled by W. H. Cater, Chicago, in 1928. 
The elevation at the top of the casing is 631 1/2 
ft. The elevation of the ground surface is 629 1/4 
ft. 
The dr i l le r ' s record (Table 4) gives the hole, 
casing, and liner diameters: 
TABLE 4 
Hole Record 
19 1/4-in. from surface to 507 ft. 
9 in. 
15 1/4-in. from 507 ft. 9 in. to 
1269 ft. 11 in. 
12 1/4-in. from 1269 ft. 11 in. to 
1417 ft. 11 in. 
10-in. from 1417 ft. 11 in. to 2008 ft. 
Casing and Liner Record 
20-in. from surface to 23 ft. 
18-in. liner from 378 ft. 7 in. to 
507 ft. 9 in. 
12 1/2-in. liner from 1102 ft. 9 in. to 
1269 ft. 11 in. 
The well was rehabilitated in 1945 by cleaning 
out to a depth of 2005 ft. and by installing a 10-in. 
liner between depths of 1095 and 1320 ft. and 41 
ft. of 18-in. liner with bottom set about 410 ft. 
below the surface. See log on fourth page. 
The permanent pump, installed in 1930, had a 
rated capacity of 700 gpm. A pumping water level 
of 405 ft. below the pump base was reported. A 
water sample (Lab. No. 68994), submitted in 1931, 
indicated that the water was obtained from both 
the top dolomite and the lower. sandstones in the 
well. 
In 1932, the pump was overhauled. The well 
was found to be bridged at a depth of 1106 ft. The 
bridge was broken, and the total depth of the well 
was then found to be 1971 ft. After re-installation, 
the pump yielded 700 gpm. with a 432-ft. pumping 
water level. 
On May 16, 1938, a non-pumping water level 
of 56 ft. and a pumping level of 439 ft. were r e -
ported, but the rate of production was not known. 
In Aug. 1944 a water temperature of 5.1.9° F. to 
52.2° F. was reported at the plant. When the pump 
was subsequently removed, the well was found to 
be filled to 1092 ft. 
The following pumping equipment was r e -
installed: 400 ft. of 8-in. column pipe; 16-in., 
17-stage Aurora turbine pump, 16.1 ft. long; 25 
ft. of 10-in. suction pipe; 400 ft. of airline; 200-
hp. Westing house electric motor. 
A production test was run with this equipment 
on Nov. 12, 13, and 14, 1945. After 24-hr. pump-
ing at 260 gpm., the drawdown was 324 ft. from 
a water level of 55 ft. below the pump base. A 
sample of water was collected after 21 hr . of 
pumping. During the production test run on Nov. 
14, 1945, the drawdown was 338 ft. from a water 
level of 55 ft. when pumping at 320 gpm. 
During the 3-day period, the temperature of 
the water increased from 54.7° F. to 58.8° F. 
The iron content decreased from 18.8 ppm. to 6.0 
ppm., and the hardness from 1099 ppm. to 853 
ppm. The data indicated that the water of high 
hardness which had accumulated in the lower 
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formation during the long idle period prior to the 
test had not been completely removed. 
A water treatment plant was constructed by 
the village in 1938. The t reatment consisted of 
softening, iron removal, and chlorination. 
A sample of treated water was collected from 
a tap in the treating plant on May 6, 1946 at 2:45 
p.m. The pH was 9.1, the hardness was 5.1 gr. 
per gal., and the temperature was 56.3 F-. The 
chlorine residual was 0.1 ppm., and the raw wa-
ter was collected from Well No. 3. 
Well No. 5 was drilled in July 1947 to a depth 
of 358 ft. by the J. P. Miller Artesian Well Co., 
and located south of the Chicago, Burlington and 
Quincy R. R., east of Gilbert St. and north of 
CossittSt. (or approximately 2580 ft. N. and 2740 
ft. E. of the S. W. corner of Section 5). 
The well was cased with 22-in. id. pipe from 
the surface to 38 ft. and with 20-in. od. pipe 
from the surface to 58 ft. 4 in. The latter casing 
was cemented in. The hole diameter at the bot-
tom is 19 in. 
On July 22, 1947, the static water level was 
48 ft. A 12-hr. production test was made by the 
dril ler on July 22, 1947 and a second 12-hr. test 
was made on July 23, with a 12-hr. non-pumping 
period intervening. The yield was 1400 gpm. at 
the beginning and 900 gpm. during the last 4 hr . 
of the test , with a drawdown of 143 ft. When the 
discharge was increased to 1000 gpm. the water 
level dropped more than 13 ft. 
In Sept. 1948, the non-pumping water level 
was reported to be 80 ft. and when pumping at 600 
gpm. the drawdown was 170 ft. 
The combined metered pumpage for the years 
1943, 1944, and 1945 averaged 763,440 gpd., 
varying from an average winter pumpage of 
712,820 gpd. to an average summer pumpage of 
940,560 gpd. The water supply during this 3-
year period was pumped from Wells No. 1 and 3, 
and all analyses indicate that the water is ob-
tained from the upper l imestones. 
LABORATORY NO. 106,441 
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LABORATORY NO. 106,486 
LABORATORY NO. 106,408 
S a m p l e - s t u d y log of Well No. 4 fu rn i shed by the State Geolog ica l Survey : 
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The system of water works at Lake Bluff 
(1729) is owned by the village and was first es tab-
lished in 1896. 
Water was first obtained from a well variously 
reported as 1600, 1900, 2000 ft. in depth and 4 in. 
in diameter. It was purchased by the village in 
1896 from the Lake Bluff Camp Meeting Associa-
tion and was probably drilled between 1880 and 
1890. This well furnished the entire public water 
supply until 1908 and a considerable part of the 
supply until 1913. It is reported that the original 
static level was 45 ft. above the ground, or at an 
altitude of approximately 725± ft., but that in 1919 
the non-pumping water level was 45 ft. below the 
ground surface and the yield 75 gpm. In Jan. 1921, 
the pump would deliver 25 to 30 gpm. for one 
hour 's operation. The well was sounded at this 
time with a weight that could not be lowered below 
a depth of 450 ft. It was again sounded in 1924 and 
found to have a depth of 250. ft. The well was then 
completely filled and abandoned. 
A second well, 300 ft. in depth, was drilled in 
1908. It was reported to be 6 in. in diameter and 
the bottom 100 ft. penetrated rock. The water 
from this well was reported of better quality than 
the water from the deeper sandstone well, but its 
available supply was limited. In 1911, water was 
pumped for a period of 16 hr . a day. It was aban-
doned about 1914. 
A third well was drilled for the village by Wm. 
Cater , Chicago, in 1913. I t i s located at the south-
east corner of Center Ave. and Park Drive (or ap-
proximately 1700 ft. S. and 500 ft. E. of the N. W. 
corner of Section 21, T. 44 N., R. 12 E.). The e l e -
vation of the ground surface is 680± ft. The well 
is reported to be 498 ft. deep, and to be cased 
from the surface to a depth of 197 ft. with 10-in. 
pipe below which the hole is 10 in. in diameter 
to a depth of 350 ft. and 8-in. diameter to the 
bottom. 
The well was first equipped with a single-
acting plunger pump with a 6-in. by 24-in. cyl-
inder set at a depth of 135 ft. This unit was e s t i -
mated to deliver 44 gpm. in 1921 and was f re -
quently operated 2 4 h r . a day during the summer. 
A 10-in., 10-stage turbine pump, rated at 200 
gpm. against 150 ft. of head, was installed in 
June 1924. The turbine was reported set at a depth 
of 125 ft. with 10 ft. of suction pipe attached. The 
non-pumping water level at that time was. 55 ft. 
below the pump base. When first installed, the 
pump delivered air within one minute. 
Additional column pipe was added. On May 
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27, 1927, the pump discharge was checked, and 
it delivered at the ra te of 97 gpm. for the first 
hour and 90.9 gpm. for the next 45 minutes. At 
that t ime, the pump was operated about 2 hours 
daily. 
A sample collected Apr. 3, 1929 showed this 
water to have a hardness of 5.3 gr. per gal., a 
mineral content of 295 ppm., and no iron. 
Water was pumped for 22 hr . on Nov. 25 to 
26,- 1932 at an average rate of 69 gpm. to the r e -
servoir . The operation was continued and, during 
a pumping period of 21 1/4 hr . on Nov. 28 to 29, 
1932, the discharge averaged 57 gpm. The yield 
of this well steadily decreased, when pumping 
continuously over a long period. On Jan. 1, 1933, 
a more exact test was conducted for 3 hr . during 
which time the ra tes of pumpage were 94 1/2 
gpm. for the first hr . , 86.8 gpm. for the second 
hr . , and 70.2 gpm. the third h r . The non-pump-
ing water level was reported to be 87 ft. below the 
pump base. When the pump was operated, the wa-
ter level dropped below the top of the pump bowls 
at 143 ft. 
The well has not been used since Nov. 1932 
except for a period of one hour every 3 months. 
During June and July 1946, the well was used 
for a total period of six hours as an auxiliary 
supply. 
A fourth well, 1804 ft. in depth, was drilled 
by Wm. Cater in 1920 or 1921. It is located on 
the municipal site at the southeast corner of 
Center Ave. and Park Drive. The elevation of the 
pump house floor is 680.4 ft. 
The well is reported to be 12-in. diameter to 
a depth of 670 ft.; 8-in. diameter between depths 
of 670 and 1256 ft.; and 6 1/4-in. below a depth 
of 1256 ft. The casing record is not available. 
This well was tested on Jan. 21, 1921. Be-
fore pumping, the water level was 58 ft. below 
the top of casing. After pumping at 134 gpm. for 
one hr . , the drawdown was 18 ft. and, after 3-hr. 
pumping atthe same ra te , there was no additional 
drawdown. The water was reported to have a 
temperature of 63.5° F. 
Pumping equipment was not installed in this 
well until the early part of 1925 when a 10-in., 
13-stage turbine pump rated at 400 gpm. against 
170 ft. of head was set at a depth of 170 ft. to the 
bottom of the bowls, with 20 ft. of suction pipe 
attached. In a test made on May 27, 1927, this 
2 - Lake Bluff 
pump p r o d u c e d 461 gpm. to the r e s e r v o i r dur ing 
a pe r i od of one h o u r . The pump in s t a l l a t i on was 
pul led for r e p a i r s on Nov. 1932; and when r e -
i n s t a l l e d , a 1 / 4 - i n . a i r l ine 'was p laced in the 
wel l to a depth of 198 ft. 4 in . On Dec . 1, 1932, 
the non-pumping w a t e r l eve l w a s 99 ft. below the 
p u m p b a s e . On Jan . 1 , 1933, af ter pumping for, 
one h r . a t an a v e r a g e r a t e of 455 g p m . , the wa te r 
l eve l w a s 136 ft. 
In 1936, a new pump i n s t a l l a t i o n was m a d e 
cons i s t i ng of 200 ft. of 6- in . co lumn p ipe ; 10- in . , 
6 - s t age F a i r b a n k s - M o r s e tu rb ine p u m p (No. 
29448) r a t e d at 500 gpm. a g a i n s t 180 ft. of head ; 
200 ft. of a i r l ine ; 20 ft. of 6- in . suc t ion p ipe ; 3 0 -
h p . F a i r b a n k s - M o r s e e l e c t r i c m o t o r . On July 14, 
1936, the non-pumping l eve l w a s 93.73 ft. and the 
pumping l eve l w a s 172.28 ft. af ter 3 0 - m i n . o p e r a -
t ion . 
Dur ing the l a t t e r p a r t of A p r . 1944, the pump 
w a s pul led and ove rhau l ed and 200 ft. of new 6- in . 
co lumn pipe and a i r l ine was i n s t a l l e d . The wel l 
w a s in s e r v i c e July 25 , 1944. 
Pumping w a t e r l eve l s in June and July 1946, 
when the pump was o p e r a t e d 14 h r . daily a t a r a t e 
of 500 gpm. , w e r e cons t an t at a depth of 179 ft. 
On Aug. 2 1 , 1946, a non-pumping wa te r l eve l of 
131 ft. be low the pump b a s e w a s o b s e r v e d af ter 
the pump had b e e n idle for a pe r iod of 3 h r . 
Ana lys i s of a s amp le (Lab . No . 107,458), c o l -
l ec ted Aug. 2 1 , 1946 af ter 4 0 - m i n . pumping a t 
500 gpm. , showed the w a t e r f r o m th i s we l l to have 
a h a r d n e s s of 21.8 g r . pe r g a l . , a r e s i d u e of 512 
p p m . , and an i r o n content of 0.5 p p m . Th i s i s 
s i m i l a r to that of a s a m p l e co l l ec ted in 1938 and 
the t e m p e r a t u r e i nd i ca t e s t ha t the ma jo r po r t i on 
of the w a t e r is obta ined f r o m the sands tone at the 
bo t tom of the we l l . 
The w a t e r i s not t r e a t e d . 
P u m p a g e i s e s t i m a t e d to a v e r a g e 160,000 gpd. 
P r o v i s i o n s have been made for e m e r g e n c y 
supply by a connect ion with the Lake F o r e s t d i s -
t r i bu t i on s y s t e m . 
C o r r e l a t e d d r i l l e r ' s log of the fourth wel l fu rn i shed by the State Geolog ica l Survey: 
Lake Bluff - 3 
LABORATORY NO. 107,458 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
village of Lake Villa (438) in 1938. 
The water supply is obtained from a well lo-
cated about 150 ft. N. and 225 ft. E. of the S. W. 
corner of Section, 33, T. 46 N., R. 10 E. The 
ground surface elevation is 798± ft. 
Before constructing the village well, a test 
well was drilled by Charles Madsen, Lake Villa, 
and located about 30 ft. southeast of the village 
hall and about 15 ft. from the present well. The 
test well was drilled to a depth of 148 ft. and 
cased with 3-in. pipe. A screen consisting of a 
3 1/2-ft. section of 1 1/2-in. well point covered 
with 60 gauze well screen was placed at the bot-
tom. 
A production test of almost 6-hr. duration 
was conducted on Mar. 8, 1937. Water was pumped 
at a rate of 25 to 28 gpm. with a plunger pump op-
erated by the drilling r ig . Since the well casing 
served as the eductor pipe, it was not possible to 
obtain the pumping water level. The distance to 
water before pumping was 55 ft. below the ground 
surface. 
The village well was drilled in 1937 by R. E. 
Mileager, Milwaukee, Wis., to an original depth 
of 294 ft., penetrating 16 ft. of bedrock, but was 
finished in sand at a depth of 167 ft. It was cased 
from the surface to a depth of 131 ft. with 12-in. 
diameter pipe, and from 131 to 141 ft. with 10-in. 
pipe. A lead seal was placed between the 12-in. 
and 10-in. pipes. A 26-ft. length of Cook brass 
strainer over 8-in. diameter perforated pipe was 
placed in the well with the bottom set at a depth 
of 166 ft. 5 in. on a 5-ft. section of 8-in. casing 
filled with concrete. The screen was made up 
as follows: upper 11 ft., No. 20-slot opening; next 
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2 ft. blank; next 11 ft., No. 20-slot opening; and 
lower 2 ft. blank. 
A 24-hr. test was conducted on Mar. 8 and 
9, 1938. After 5 h r . of pumping at 154 gpm., the 
drawdown was 4 1/2 ft. from a non-pumping wa-
ter level of 55 1/2 ft. below the pump base. This 
rate was continued for the balance of the test with 
no additional drawdown. A large amount of sand 
was pumped during the first part of the test, and, 
after 24 hr . , a small amount of sand was still 
being pumped. 
During the test , the permanent pump was used, 
which consisted of 120 ft. of 5-in. column pipe; 8-
in., 10-stage American Well Works turbine pump 
rated at 150 gpm. against 237 ft. of head; the 
overall length of the pump is 5 ft. 6 in.; 10 ft. of 
5-in. suction pipe; 15-hp. U. S. electric motor. 
It is reported that the pump was pulled for 
repa i rs after the test due to the cutting of the 
impellers by the large amount of sand pumped. 
When re-instal led, 10 ft. of additional 5-in. col-
umn pipe and 10 ft. of 5-in. suction were added. 
An air line terminating at a depth of 140 ft. be -
low the pump base was also installed. 
Due to. the fact that considerable sand was 
pumped from the well, a repair program was ca r -
ried out by R. E. Mileager in 1939. A 20-ft. 
length of 4-in. No. 40 slot Johnson screen was 
inserted in the 8-in. screen. The top of the 4-in. 
screen was set at a depth of 137 1/2 ft. below the 
pump base with the bottom sealed. The annular 
space between the 2 screens was filled with very 
small gravel part icles. 
On Oct. 11 and 13, 1939, tests were made to 
determine the effectiveness of the repairs in ex-
LABORATORY NO. 107,531 
2 - Lake Villa 
cluding the sand. Water was pumped at a rate of 
85 gpm. for periods of 3 to 4 hr . with stop in ter -
vals of about one hr . The pump discharged into 
a steel tank from which the sand was collected 
during the stops. The amount of sand was dried 
and weighed. The results of these tests did not 
indicate a sufficient amount of sand pumped to be 
objectionable. The non-pumping water level be -
fore the test was 45 ft. below the pump base and 
during the t e s t s , the pumping water levels were 
78 to 79 ft. below the pump base . 
Analysis of sample (Lab. No. 107,531), col-
lected Aug. 29, 1946 after 10-min. pumping at 80 
gpm., showed this water to have a hardness of 
9.6 gr. per gal., a residue of 324 ppm., and an 
iron content of 0.4 ppm. 
Anumber of residences still obtain water from 
private wells. There were 65 service connections 
in 1946 which demanded an average pumpage of 
12,000 gpd. varying from a winter minimum of 9600 
gpd. to a summer maximum average of 24,000 
gpd. 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
village of Lake Zurich (421) in 1912. Two wells 
have constituted the source of the public supply 
both of which are located on the village lot on 
Main St. near the intersection of Lake View Ave. 
(or approximately 650 ft. S. and 1950 ft. E. of the 
N. W. corner of Section 20, T. 43 N., R. 10 E.). 
The elevation of the ground surface of these wells 
is 855± ft. 
The older well which was drilled in 1912 is 
reported to have a depth of 218 ft. and to be en-
tirely cased with 6-in. pipe. No accurate log of 
the well is available, but the formations below a 
depth of 100 ft. are reported to be sand and gravel. 
On June 3, 1915, a non-pumping water level of 
100 ft. below the pump base was reported. The 
well was equipped with a Keystone Driller Co. 
double-acting plunger pump with 4 1/4-in. dia-
meter cylinder and 18-in. s troke. Power was 
furnished by a 10-hp. electric motor. The p ro -
duction was 35 gpm. 
The entire public water supply was furnished 
by this well until 1921 when another well and pump-
ing equipment were added to the original water-
works. Since then the older well has served as 
an auxiliary supply unit. The equipment was over-
hauled in Jan. 1942 and 150 ft. of new 4-in. drop 
pipe was installed. The pump was pulled in July 
1948 and found to be in good condition. It was op-
erated 8 hr . daily in the summer of 1948 during 
peak periods. 
The second well was drilled by Rieke Brothers , 
Barrington, to a depth of 214 ft. It is located about 
40 ft. south of the old well, and is cased with 10-
in. pipe to the bottom. The well terminates in 
drift. There is no record of a screen. 
Upon completion of the well, water was pumped 
for 12 hr . at a rate of 100 gpm. The drawdown was 
20 ft. from a non-pumping water level of 95 ft. b e -
low the pump base. The well was equipped with a 
Keystone Driller Co. double-acting plunger pump 
having a 5 3/4-in. by 18-in. cylinder set at a 
depth of 150 ft. belt-connected to a 15-hp. West-
inghouse electric motor. When the pump was in-
stalled, it was operated at a rate of 35 rpm. , a 
displacement of 140 gpm. After 3-hr. operation 
at this r a te , the water level was drawn down to 
the pump cylinder, and the pump drew air . The 
speed was reduced to 24 rpm. , a displacement 
of 97 gpm. After 3-hr. pumping at this rate on 
Nov. 11, 1922, the water level in the older well, 
40 ft. west, was lowered to a depth of 99 1/2 ft. 
below the ground surface. After the pump was 
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shut down, a recovery of 2 ft. within an hour was 
reported, but no additional recovery was ob-
served 10 h r . la ter . 
On Sept. 10, 1928, the pump was reported op-
erating at a ra te of 18 rpm. 
The pumping equipment was overhauled in Jan. 
1942 and 150 ft. of new 6-in. drop pipe was in-
stalled. It is operated at a speed of 17 rpm., or a 
displacement of 69 gpm. 
This wellhas been the main source of the pub-* 
lic water supply since it was put in service in 
1921. During the summer of 1946, water was 
pumped 9 h r . daily except on Saturdays and Sun-
days when peak demands required 18-hr. opera-
tion. During July and Aug. 1948, the pump was 
operated 24 h r . daily. 
Analysis of a sample (Lab. No. 107,476) col-
lected Aug. 23, 1946 after 8-hr. pumping at 69 
gpm., showed this water to have a hardness of 
54.0 gr. per gal., a residue of 1599 ppm., and an 
iron content of 0.3 ppm. This quality is similar 
to analyses of previous samples collected from 
this well and the old well. 
The water is not t reated. 
The average pumpage is estimated at 35,000 
gpd. and varies from a winter minimum average 
of 25,000 gpd. to a summer maximum average of 
55,000 gpd. 
Well No. 3 was completed to a depth of 443 
ft. in Mar. 1949 by Henry Boy sen, J r . , Liberty-
ville, and located 50 ft. west of Paine St. and 50 
ft. north of the south corporation limits (or ap-
proximately 2570 ft. S. and 1250 ft. W. of the N. E. 
corner of Section 20). The elevation of the ground 
surface is 885± ft. 
The well was cased with 6-in. pipe from one 
ft. above to 300 ft. below ground level. Below 
the casing the hole was finished 6-in. in dia-
meter . A production test was made on Mar. 11, 
1949, using temporary pumping equipment con-
sisting of 240 ft. of column pipe and an engine-
driven turbine pump. The pump base is 2 ft. 
above the ground surface. Calibrated measuring 
equipment was furnished by the State Water Sur-
vey. Before the test the water level was 135.5 
ft. below the top of the pump base and after 15-hr. 
pumping at a final rate of 209 gpm. the drawdown 
was 29.0 ft. Ten minutes after stopping the test 
the water level was 138.0 ft. 
2 - Lake Zurich 
Analysis of a sample (Lab. No. 117,575) col-
lected Mar. 11, 1949 after 10-hr. pumping at 
166 gpm. showed this water to have a hardness of 
57.0 gr. per gal., a residue of 1624 ppm., and an 
iron content of 2.5 ppm. 
LABORATORY NO. 107,476 
Sample-study log of Well No. 3 furnished by the State Geological Survey: 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
village of La Moille (509) in 1916 following a 
disastrous fire to store buildings north of the 
Chicago, Burlington, & Quincy R. R. t racks . The 
water supply is obtained from 2 wells. 
A well was drilled by R. M. Lippincott, La 
Moille, in 1916 and located at the S. E. corner of 
Gurney and Sheldon St. (or approximately 2600 ft. 
N. and 2400 ft. W. of the S. E. corner of Section 
24, T. 18 N., R. 10 E.). 
The well was 268 ft. deep below a ground su r -
face elevation of 805t ft., and was cased with 
200 ft. 2 in. of 8-in. pipe; 51 ft. 7 in. of 6-in. 
pipe; 10 ft. of 4 1/2-in. pipe. The latter casing 
was attached to the 6-in. casing by brass and 
rubber packing, and a 14-ft. length of 4 1/2-in. 
id. Mark screen was set beneath the 4 1/2-in. 
casing. The strainer was made of perforated 
iron, galvanized after perforation, and covered 
with No. 60 gauze which was enclosed in b rass 
with 1/8-in. perforations. 
In Oct. 1916, the non-pumping water level 
was 137 ft.; and after pumping for 1 1/2 hr . at 
29 to 34 gpm., the drawdown was 3 1/2 ft. 
This well is maintained for emergency use. 
Analysis of a sample (Lab. No. 50232) col-
lected Oct. 3, 1923, showed the water from this 
well to have a hardness of 17.0 gr. per gal., a 
mineral content of 441 ppm., and an iron content 
of 4.8 ppm. 
In 1936 a new well was drilled by Layne 
Western Co., Chicago, and located in the south 
part of town at the southwest corner of the in ter-
section of Church and High St. (or approximately 
1900 ft. N. and 1600 ft. W. of the S. E. corner of 
Section 24). The ground surface elevation is 805± 
ft. 
LA MOILLE 
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Sample-study log of well drilled in 1936 furnished 
by the State Geological Survey: 
The well is 331 ft. deep and cased with 306 ft. 
of 10-in. pipe and 26 ft. of 8-in. Layne screen with 
No. 30 slot openings. 
The pumping equipment consists of 200 ft. of 
column pipe; 8-in., 9-stage American Well Works 
turbine pump rated at 150 gpm. against 215 ft. of 
head at 1750 rpm.; the length of the pump is 5 ft.; 
199 1/2 ft. of air line; 10 ft. of suction pipe; 15-
hp. U. S. electric motor. 
On Aug. 8, 1936, a production test was made 
by the State Water Survey. The non-pumping 
water level was 136 1/2 ft. below the top of the 
casing; and after pumping 20 hr . at 152 gpm., the 
drawdown was 14 ft.; and after 3-hr. additional 
pumping at 190 gpm., the drawdown was 18 ft. 
Analysis of a sample (Lab. No. 111,801) col-
lected Sept. 9, 1947 after 20-hr. pumping at 152 
gpm., showed this water to have a hardness of 
14.2 gr. per gal., a residue of 291 ppm., and an 
iron content of 1.9 ppm. 
LABORATORY NO. 111, 801 
2 - La Moil le 
The w a t e r i s t r e a t e d for i r o n r e m o v a l . A sof t -
ening unit i s i n s t a l l ed but i s not u s e d . 
Ana lys i s of a s ample ( L a b . No. 111,800) c o l -
l ec t ed Sept . 9 , 1947, showed the t r e a t e d w a t e r to 
have a h a r d n e s s of 13.1 g r . p e r ga l . , a m i n e r a l 
content of 300 ppm. , and an i r o n content of 0.6 
p p m . 
Pumpage i s e s t i m a t e d a t 60,000 gpd. 
LABORATORY NO. 111,800 
Illinois State Water Survey - Bulletin No. 40 
The public water supply for the city of Lanark 
(1292) was installed in 1888. 
An open well was constructed 20 ft. in diame-
ter to a depth of 60 ft. and in the bottom 2 wells 
were drilled, one to a depth of 400 ft., the other 
somewhat l e s s . The lower 40 ft. of the large 
diameter hole was filled in, and a deep-well pump 
installed in the 400-ft. well. In 1895 the water 
supply became inadequate, the well was capped, 
and the 20-ft. hole converted into a collecting r e -
servoir , which is still in use, permitting the 
aeration of the water from Wells No. 1 and 2. 
A new well was drilled to a depth of 600 ft. 
into the St. Peter sandstone and located 20 ft. 
southeast from the first source on North Boyd 
St. about 125 ft. north of the center of the Chica-
go, Milwaukee & St. Paul R. R. main tracks (or 
approximately 2940 ft. N. and 2900 ft. W. of the. 
S.E. corner of Section 5, T. 24 N., R. 6 E.). The 
top of the well is 895t ft. 
The well was cased with 10-in. pipe to a depth 
of 200 ft., and below 200 ft. the hole diameter was 
6 in. 
In 1913 the non-pumping water level was 80 ft. 
below the surface; the same in 1924. 
In June 1940 a production test was conducted 
by the State Water Survey. Before the t es t , the 
water level was 60 ft. below the surface; and 
after pumping for 1 hr . and 5.min. at a rate of 
160 gpm., the water was drawn down more than 
117 ft., and the pump broke suction. For the test 
an Aurora turbine pump, No. 7234, rated at 200 
gpm. against 290 ft. of head, was acquired from 
the local canning company and installed. Follow-
ing the test , the pump was pulled and 4 stages 
removed. 
The pumping installation now in service con-
sists of 160 ft. of 6-in. column pipe; 8-in., 9-
stage Aurora Pump Co. turbine pump, No. 7234; 
25-hp. General Electric motor. 
In Jan. 1946, while the pump was being over-
hauled, the well depth was found to be 510 ft. At 
the same t ime, the water level was 64 ft. below 
the pump base after a non-pumping period of 5 
days. 
Well No. 1 supplies about 1/3 of the normal 
public demand, and pumping is at a rate of 100 to 
110 gpm. 
Analysis of a sample (Lab. No. 108,670) col-
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lected Dec. 16, 1946 after 1-hr; pumping at 100 
gpm., showed the water from Well No. 1 to have 
a hardness of 19.3 gr. per gal., a residue of 341 
ppm., a n d a n iron content of 1.5 ppm. The gen-
eral character of this sample and that of previous 
samples appear to be typical for waters from the 
drift or the underlying dolomite in this vicinity. 
Well No. 2 was drilled in 1936by C. W.Varner, 
Dubuque, Iowa, at a point 15 ft. north of Locust St. 
and 15 ft. west of Bruce St. (or approximately 
2250 ft. N. and 3650 ft. W. of the S. E. corner of 
Section 5). This well is 2 blocks south and 2 
blocks west of the first well. 
The well was drilled to a depth of 447 ft. be -
low a ground surface elevation of 860t ft. 
Sample-study log of Well No. 2 furnished by the 
State Geological Survey: 
The well is cased with 10-in. pipe to a depth 
of 315 ft., and below that depth the hole is r e -
ported to be 10 in. in diameter. 
On Mar. 12, 1937 the non-pumping water level 
was reported to be 135 ft., and the water was drawn 
down 30 ft. while pumping at a rate of 225 gpm. 
On June 13, 1940 the non-pumping water level 
was reported to be 132 ft. 
This well is the principal source of the pub-
lic water supply and is pumped continuously du-
ring the canning season. In June 1945 the pump-
ing water level dropped below the 180-ft. turbine 
setting, and the pump broke suction after contin-
uous operating for a period of 6 weeks. Fifty ft. 
of column pipe was added, and the present instal-
lation consists of 230 ft. of 5-in. column pipe; 10-
in., 9-stage American Well Works turbine pump 
rated at a capacity of 200 gpm. against 310 ft. of 
head; 230 ft. of air line; 10 ft. of 5-in. suction 
pipe; 25-hp. U. S. electric motor. A 2-hr. test 
made in May 1946 indicated a production of 300 
gpm. to free discharge. 
2 - Lanark 
Analysis of a sample (Lab. No. 108,671) col-
lected Dec. 16, 1946 after 1-hr. pumping at 250 
gpm., showed the water in Well No. 2 to have a 
hardness of 16.7 gr . per gal., a residue of 300 
ppm., and an iron content of 0.1 ppm. 
Since Aug. 1944 the village has furnished wa-
ter to the Chicago, Milwaukee & St. Paul R. R., 
which previously had obtained a surface water 
supply from Straddle Creek near their Kittridge 
Station. In Nov. 1946 the rai lroad demand aver-
aged about 27,000 gpd. Water is furnished to the 
Uhremann Canning Co. to put up pea and corn 
packs. 
The total average pumpage is normally about 
125,000 gpd. The maximum pumpage occurs dur-
ing the canning season. The average demand 
during the pea pack from about June 12 to Aug. 
1, 1946 was 140,000 gpd., and the same demand 
was reported during the corn pack from about 
Aug. 15 to Oct. 1, 1946. 
LABORATORY NO. 108,670 
LABORATORY NO. 108,671 
Illinois State Water Survey - Bulletin No. 40 
The village of La Rose (179) has no public 
water supply. In 1915 it was reported that many 
residents were using water from a tubular well 
at Main and Walnut St. on the east side of the Gulf, 
Mobile and Ohio R. R. (or approximately 1320 ft. 
S. and 1320 ft. E. of the N. W. corner of Section 
16, T. 29 N., R. 1 W.). The well was 4 in. in di-
ameter and 28 ft. in depth terminating in an 8-ft. 
gravel, water-bearing stratum. It was reported 
that shortly after completion of this well, a nine-
hour test was made with a deep-well pump; and, 
when pumping at a rate of about 25 gpm., the water 
level was not lowered appreciably. 
Pr ior to the construction of the 4-in. well, a 
tubular well was drilled to a depth of 150 ft. near 
the west side of town. Slate was penetrated at a 
depth of 112 ft., and the drilling continued in this 
stratum to a depth of 150 ft. without finding water. 
The work was abandoned. 
The high school at La Rose has a well that 
furnished water for the high school only. This 6-
in. well was drilled in 1938 to a depth of 85 ft. bv 
J. Bolliger & Son, Fairbury. 
LA ROSE 
Marshall County 
Jan. 10, 1947 
Sample-study log of the high school well furnished 
by the State Geological Survey: 
The well is equipped with a Myers-Ejecto 
pump with the jet set at 65 ft. and is powered by 
a 1-hp. General Electric motor. Water is pumped 
to a 500-gal. pressure tank. The pump s tar ts auto-
matically when the pressure drops to 20 psi . and 
stops when the pressure reaches 40 lb. It is e s t i -
mated that the school uses 1000 gpd. during the 
school t e rm . 
Analysis of a sample (Lab. No. 108,880) col-
lected Jan. 10, 1947, showed the water from the 
high school pressure tank to have a hardness of 
20.5 gr. per gal., a residue of 364 ppm., and an 
iron content of 12.6 ppm. 
LABORATORY NO. 108,880 
I l l inois State Water Survey - Bul le t in No. 40 
The public wa te r supply was ins t a l l ed by the 
ci ty of La Sal le (12,812) in 1888. 
Water was obtained f rom a sp r ing about 2 
m i l e s e a s t of the pumping s ta t ion . In 1904, b e -
cause the sp r ing supply b e c a m e inadequate and 
the pipe line t r o u b l e s o m e and expens ive to m a i n -
ta in , the sp r ing was abandoned. The supply is 
now obtained f rom 3 we l l s located in the I l l inois 
R ive r bo t tom land at the s o u t h e a s t e r n c o r n e r of 
the c i ty , j u s t south of the I l l ino i s -Mich igan Cana l 
and be tween the L i t t l e V e r m i l l i o n River and the 
I l l inois C e n t r a l R. R. 
Two shal low we l l s of iden t ica l des ign w e r e 
cons t ruc t ed in 1904 and 1911. Well No. 1 is about 
1100 ft. N. and 780 ft. E. of the S. W. c o r n e r of 
Sect ion 14, T. 33 N. , R. 1 E . , and Well No. 2 is 
297 ft. south and 38 ft. wes t of No. 1. Both wel l s 
a r e about 60 ft. f rom the Li t t l e Vermi l l i on R ive r 
and f rom 1000 to 850 ft., r e s p e c t i v e l y , f rom the 
I l l inois R i v e r . When the we l l s w e r e c o n s t r u c t e d , 
the top of each p ro jec ted about 1 ft. above the 
ground s u r f a c e , the e levat ion of which was 460± 
ft. In Apr . 1946 the depth of No. 1 was 37.6 ft. 
below the top cove r and No. 2 was 37.9 ft. The 
cons t ruc t i on of the wel l s cons i s t ed of a 1/4-in. 
i ron she l l 9 ft. in d i a m e t e r and about 15 ft. in 
length p laced v e r t i c a l l y at the bo t t om of the wel l . 
A 3- in . by 3-in. by 5 / l 6 - i n . angle is r i v e t e d 
a round the ins ide of the shel l at the bo t tom, and 
an 8- in . by 8- in . by 1/2-in. angle is l ikewise 
r i ve t ed on the ins ide of the shel l and about 5 ft. 
above the bo t tom. Upon the outs tanding leg of the 
l a t t e r ang le , a 9- in . b r i c k wal l is bui l t up within 
and to the top of the shel l w h e r e an 8-in. by 8- in . 
by 1/2- in . angle is r i ve t ed to the ou t s ide . Upon 
th i s angle at the top and the 9 - in . b r i c k wa l l , a 
17- in . b r i c k wal l i s bui l t up to the ground sur face 
and n a r r o w s in toward the top , s i m i l a r to a s t a n d -
a r d manho le , to a d i a m e t e r of 24 in . Since the 
wel l s i te m a y be flooded by as m u c h as 5 ft. or 
m o r e , the top of each wel l is c losed t ight with a 
s t anda rd b o i l e r m a n h o l e , and th is i s c o v e r e d with 
a s t anda rd locked manhole c o v e r . The bo t tom of 
the i r o n c a s i n g , be tween the bo t tom angle and the 
angle suppor t ing the 9- in . b r i c k wa l l , i s p e r f o -
r a t e d with 1/2-in. round ho l e s spaced at 1 1/2-in. 
c e n t e r s v e r t i c a l l y and ho r i zon t a l l y . 
In 1915 Well No. 3 was cons t ruc ted at a l o c a -
t ion 350 ft. south and 9 ft. w e s t of Well No. 2. 
It is 12 ft. in d i a m e t e r and 39.6 ft. deep f rom the 
top of the c o v e r . I t is l ined with b r i c k , and the 
top is s ea l ed , s i m i l a r to the o ther 2 w e l l s . The 
upper 10 ft. of the lining is la id in c e m e n t g rou t . 
The wel l is connec ted to the intake of the l ow-
LA SALLE 
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s tage p u m p s . 
The pumping equipment o r i g i n a l l y cons i s ted 
of 2 low lift cen t r i fuga l pumps of 3 mgd . capac i ty ; 
12—in., suct ion pipe e n t e r s the s ide of each well 
about 13 ft. below the su r face and then , making a 
r i gh t angle bend, ex tends to within 1 1/2 ft; of the 
bo t tom. The suct ion p ipes have a T-connec t ion 
to a 20- in . suct ion line leading to the pumping 
s ta t ion about 600 ft. d i s t an t . The low lift pumps 
w e r e loca ted in a pit 26 ft. deep by 12-ft. d i a -
m e t e r with 18-in. b r i c k and c e m e n t w a l l s . The 
pumps w e r e se t 15 ft. above the bo t tom of the 
wel l s and d i s c h a r g e d wa te r into a col lect ing r e -
s e r v o i r , which was 28 ft. deep , and the bo t tom of 
which was 7 ft. below the e leva t ion of the low lift 
p u m p s . 
In 1921 a new pumping s ta t ion was c o n s t r u c t e d 
b e s i d e the old one, and the l a t t e r was abandoned. 
The old pumping un i t s w e r e r e p l a c e d by 8- in . , 3 -
s t age F a i r b a n k s - M o r s e tu rb ine p u m p s r a t e d a t 
1800 gpm. P o w e r is furn ished by 225-hp . , 1200 
r p m . A l l i s - C h a l m e r s e l e c t r i c m o t o r . 
In June 1946, Well No. 1 was d e - w a t e r e d , and 
a l l the s lo t s in the s c r e e n were c leaned out . B e -
fore c l ean ing , the wel l p roduced 150 gpm. , and no 
no t iceab le i n c r e a s e in p roduc t ion was r e p o r t e d 
after the c l ean ing . I t was a l so r e p o r t e d tha t the 
old o r ig ina l heavy t i m b e r c r ibb ing a round the 
wel l s c r e e n had neve r been r e m o v e d . In Well 
No. 2 s c r e e n , 12 s lo t s w e r e c l eaned , and the flow 
i n c r e a s e d . 
Ana lys i s of a s ample (Lab . No. 110,982) c o l -
lec ted July 8, 1947, showed the w a t e r f rom Wel ls 
No. 2, and 3 to have a h a r d n e s s of 32.8 g r . pe r 
ga l . , a r e s i d u e of 751 p p m . , a n d an i r o n content of 
0.1 ppm. 
The w a t e r i s ch lo r ina ted . 
Due to the inadequate supply of w a t e r which 
was p r o g r e s s i v e l y becoming m o r e acu t e , some 
t e s t hole dr i l l ing was made in Jan . 1946 by C h a s . 
E. Woodruff C o . , Ot tawa. T e s t Well No. 1 was 
d r i l l ed at a point midway be tween c i ty wel l s 2 and. 
3, or 199 ft. no r th and 83 ft. e a s t of Well No. 3. 
It was d r i l l ed to a depth of 50 ft. and c a s e d with 40 
ft. of 12- in . flank pipe and 10 ft. of s c r e e n . The 
s c r e e n w a s m a d e up of 12- in . d i a m e t e r pipe with 
v e r t i c a l s l o t s , 3 / l 6 b y 8- in . , spaced 4 - in . c e n t e r 
to c e n t e r ho r i zon ta l l y and 4 - i n . spacing be tween 
the s lo t s v e r t i c a l l y . 
T e s t Well No. 2 was d r i l l ed 486 ft. due south 
of T e s t Well No. 1 and was 287 ft. south and 84 
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ft. east of Well No. 3. It was constructed with 41 
ft. of 12-in. casing and 9 ft. of 12-in. diameter 
pipe made up into a screen with openings of the 
same size and arranged in the same manner as 
in Test Well No. 1, except there were 10 less slot 
openings. 
A production test was made of Test Well No. 2 
on Feb. 5, 1946 by the State Water Survey. The 
results were not indicative of the capacity of the 
aquifer and were attributed to the inadequacy of 
the screen, due to its design. 
A production test was made on Test Well 
No. 1 on Feb. 13, 1946 by the State Water Survey. 
In order to obtain more accurate data on the ca-
pacity of the aquifer, three observation wells 
were placed in a line west from the tes t well and 
spaced at 1.4, 7.1, and 19.1 ft. from the edge of 
the test well 's 12-in. casing. Each observation 
well was a 1 1/2-in. pipe with a 3 1/2-ft. length 
of sand point driven to a depth of 50 ft. The r e -
sults of the test are shown in Table 1. 
The turbine pump was operated from a gas 
engine which caused the variations in pumping 
ra tes and prevented any establishment of apparent 
equilibrium at a constant pumping rate . The r e -
sults of this test were still unsatisfactory but 
gave promise of a better capacity in the forma-
tion when pumping at 109 gpm. The specific 
capacity of the test well was calculated at 14 1/2 
gpm. per ft. of drawdown. The screen in each 
test well was changed, and an additional produc-
tion test made in May 1946. 
Test Well No. 2 was deepened from 50 to 56 
ft., and a 10-ft. length of 8-in. diameter slotted 
screen was placed in the bottom of the well and 
overlapped 1 ft. by the casing. Pea gravel was 
placed around the screen, and the old pipe screen 
was removed. The driller reported that the 
best water-bearing gravel was encountered be -
tween depths of 36 and 44 ft. The slots in the 
screen were 1/8-in. horizontal by 2 1/2-in. ver t i -
cal and spaced 3/16 in. apart . The vert ical space 
between slot rows was 3 / l6 in. Alternate rows of 
slots were staggered horizontally at 2 in. Three 
observationholes were drilled in an approximate 
straight line and intersecting a line between the 
test well and City Well No. 3 at an approximate 
angle of 60P. Hole 1 was 2 ft. north of the center 
of the test well; hole 2 was 8.3 ft. northwest, and 
hole 3 was 20.8 ft. northwest of the test well. Hole 
1 was cased with 6-in. pipe to a depth of 49 ft. 
with the bottom 9 ft. slotted. The slots were 3/16-
in. horizontal by 9-in. vert ical . The slot rows 
were 6 in. apart . Hole 2 was cased with 6-in. 
pipe to a depth of 48 ft. with the bottom 15 ft. 
slotted as in hole 1. Hole 3 was cased with 5-in. 
pipe to a depth of 47 ft. with the bottom 9 ft. 
slotted as in hole 1. 
On May 23, 1946, a production test of Test Well 
No. 2 was made by the State Water Survey. Auto-
matic water level recorders had been installed in 
observation holes 2 and 3, and continuous graphs 
became available for conditions existing before, 
during, and for 5 hr . after the t es t . Water levels 
in hole 1 were measured by steel tape. When 
pumping at 196 gpm., the specific capacity of 
the well was 130; and when pumping at 265 gpm., 
the specific capacity was 110. During the p ro -
duction test of Feb. 6, 1946 the highest specific 
capacity was 5.8. During this production test , 
there was continuous interference from City Well 
No. 3 from which water was being pumped during 
the entire test period. 
Analysis of a sample (Lab. No. 106,541) col-
lected May 23, 1946 after 30-min. pumping at 196 
gpm., showed the water from Test Well No. 2 to 
have a hardness of 19.0 gr. per gal., a mineral 
content of 404 ppm., and an iron content of 3.1 
ppm. 
A production test was made of Test Well No. 1 
on May 29, 1946. The 8-in. screen which had just 
been used in Test Well No. 2 on May 23, was in-
stalled in this test well. A gravel wall was placed 
around the screen, and the old 12-in. pipe casing 
was pulled up to give exposure. The three 1 1/2-
in. observation holes, in place for the first p ro -
duction of this test well on Feb. 13, were used 
again in this test . Automatic water level record-
ers were installed in Test Well No. 2 and City 
Well No. 3. 
For the first 3 1/2 hr. of the test , the pump-
ing rate was 150 gpm., and the specific capacity 
calculated at 115; for the next 1 3/4 hr . , the 
pumping rate was 215 gpm., and the specific ca-
pacity calculated at 83; for the last hour the 
pumping rate was 300 gpm., and the specific ca-
pacity 54. 
Analysis of a sample (Lab. No. 106,596) col-
lected May 29, 1946 after 3 1/2-hr. pumping at 
150 gpm., showed the water in this test well to 
have a hardness of 30.5 gr. per gal., a mineral 
content of 646 ppm., and an iron content of 3.4 
ppm. 
Two new wells are under construction. 
A new pump has been installed in a pit 30 ft. 
deep, located in the west part of the pumping s ta-
t ion . The pump i s 10- in . by 8- in . A l l i s C h a l m e r s 
cen t r i fuga l , No. 44441, r a t e d a t 2250 gpm. aga in s t 
330 ft. head at 1800 r p m . P o w e r is furn ished by-
La Sal le - 3 
a 250-hp . Al l i s C h a l m e r s m o t o r , No. 14572. T h i s 
pump wi l l pump f rom a l l 5 w e l l s , and the o the r 
t u rb ine pumps wil l be kept for e m e r g e n c y u s e . 
LABORATORY NO. 110,982 
TABLE 1 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed in 1941 by 
the village of Latham (369). 
After an electrical earth resistivity survey 
was made by the State Geological Survey in 1940, 
two test wells were drilled to depths of 78 and 71 
ft. and located on Macon St. in the south part of 
the village. It was necessary to find an adequate wa-
ter supply within the corporate l imits, because 
the village could not afford the expense incidental 
to bringing in a water supply from beyond the l i -
mi ts . In Jan. 1941, a well was completed by Hayes 
and Sims, Champaign, to a depth of 72 ft. 4 in. 
below a ground surface elevation of 611± ft. The 
well was located about 30 ft. east of Main St., 
south of F i r s t St., and about 75 ft. east of No. 2 
Test Well and about 300 ft. south of Test Well No. 
1, back of the village hall, (or approximately 840 
ft. N. and 450 ft. E. of the S. W. corner of Section 
36, T. 18 N., R. 1 W.). 
Sample-study log of Test Hole No. 2 furnished by 
the State Geological Survey: 
The permanent well was cased with 66 1/2 ft. 
of 6-in. pipe and 6 ft. exposed length of Johnson 
LATHAM 
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b ras s screen, having No. 50 slot openings. The 
top of the casing was 2 1/2 ft. above ground l e -
vel. 
A production test was made by the State Water 
Survey on Jan. 27, 1941 using, for test purposes, 
a single-stroke pump operated by the well r ig . 
Before the test , the water level was 13 ft. below 
the ground surface. After 4-hr . pumping at 33 
gpm. the drawdown was 20 ft. and after an addi-
tional 5-hr. pumping at rates decreasing from 35 
to 32 gpm. the final drawdown was 39 ft. The well 
was not fully developed, and much fine sand was 
pumped during the test . An air line of unknown 
length is installed. 
On Sept. 17, 1948, after 20-min. pumping at 
35 gpm., the water level was 12 ft. above the bot-
tom of the air line and after 1/2-hr. non-pumping, 
the air line gauge read 28 ft. The same water 
levels have been reported for several years . 
The pumping equipment includes a Fairbanks-
Morse turbine pump, No. 13339, and 2-hp. e lec-
tric motor. 
Analysis of a sample (Lab. No. 115,939) col-
lected Sept. 17, 1948 after 20-min. pumping, 
showed this water to have a hardness of 13.9 gr. 
per gal., a residue of 712 ppm., and an iron con-
tent of 0.8 ppm. 
The water is aerated and filtered. 
From Sept. 1, 1948 to Sept. 16, 1948, pumpage 
averaged 8,200 gpd. 
LABORATORY NO. 115,839 
Illinois State Water, Survey - Bulletin No. 40 
A public water supply was installed for the 
city of Lawrenceville (6213) in 1898. The system 
was originally installed by Trowbridge and Niver 
Co., but was purchased in 1940 by the Illinois 
Municipal Water Co., Robinson, after several 
changes in ownership, and is now owned by I l l i -
nois Cities Water Co. 
The original supply consisted of 3 wells. 
Most of the water was obtained from the first 
well, drilled in 1898, which was reported to be 
about 250 ft. deep, and to have yielded about 20 gpm. 
The second well was reported to be about 375 ft. 
deep and to produce about 20 gpm. The third 
well was reported to be about the same depth as 
the first well. Water was also obtained from a 
well some distance from the water plant. 
These wells were apparently abandoned when 
the production became inadequate for the in-
creasing population. Water was obtained from 
the Embar rass River until Dec. 25, 1924. This 
source was considered unsatisfactory because of 
the variations in taste caused by salt water from 
oil wells in the drainage area . 
In the attempt to locate a suitable ground wa-
ter supply, production tests were made in sever-
al gravel pits located east of Lawrenceville, and 
since 1924 the supply has been obtained from sand 
and gravel wells located about 4 miles east of the 
city. 
Well No. 1 was drilled in 1924 by Sickle Water 
Production Co., Aurora, and is located approxi-
mately 2300 ft. N. and 600 ft. E. of the S. W. cor -
ner of Section 2, T. 3 N., R. 11 W. The surface 
elevation at this site is about 413 ft. 
This well was 59 ft. 7 1/2 in. deep with the 
top in a concrete pit about 5 ft. deep and was cased 
with 36-in. steel pipe from the ground surface to a 
depth of 20 ft. and with 24-in. steel pipe from a 
little above the top of the pit to a depth of 19 ft. 7 
in. A40 ft. 8-in. length of 24-in. steel screen hav-
ing 1/16-in. slot openings, is installed in the well 
with a 2-ft. shoe in the bottom. 
When completed, water was pumped at a rate 
of 700 gpm. with a drawdown of 6 ft. from a non-
pumping water level of 6 ft. below the ground su r -
face. In 1937, it was reported that the well was 
producing about 150 gpm. 
The well was given acid t reatments in 1942 
and 1947, and is in service. Water is pumped by 
either of 2 Manistee multi-stage centrifugal pumps 
and with no pumping in other wells, the yield rate 
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is estimated to be 500 gpm. 
The siphon connection from Well No. 3 has been 
disconnected. 
Analysis of a sample (Lab. No. 114,409) of wa-
ter from Wells 1 and 4 collected at the main plant 
4 miles from the wells, showed this water to have 
a hardness of 11.7 gr. per gal., a residue of 227 
ppm. and an iron content of 0.3 ppm. 
Well No. 2 was constructed about 1927 to a 
depth of 60 ft. by Thorpe Concrete Well Co., Al-
ton, and was located about 25 ft. southeast of Well 
No. 1. The well was cased with 30-in. id. by 40-
in. od. concrete pipe, with porous concrete pipe 
set between depths of 10 and 50 ft. The non-
pumping water level was reported to be 10-12 ft. 
and the pumping level 15-18 ft. 
The porous concrete screen collapsed on Nov. 
15, 1937 and the well has not been rehabilitated. 
Well No. 3 was drilled in 1932 to a depth of 
75 ft. by J. A. Rue of the Central Illinois Public 
Service Co. and was located 100 ft. south-south 
east of Well No. 1. The well was cased with 10-
in. pipe with the lower 10 ft. of the casing p e r -
forated. 
Water from Well No. 3 was originally siphoned 
into Well No. 2, with a production of 350,000 gpd. 
from the 2 wells. After the failure of Well No. 2, 
water from Well No. 3 was siphoned into Well No. 
1, but the siphon is now disconnected. The well 
was given acid treatments in 1942 and 1947 but 
the production was not improved. It is planned 
to abandon the well. 
Well No. 4 was drilled in Feb. 1938 to a depth 
of 64 ft. 5 in. by J. A. Rue and is located about 
65 ft. east of Well No. 1. The well was cased 
with 16-in. steel pipe and with 31 ft. 2 in. of 16-
in. Cook s t ra iner , having No. 20 slot openings. 
Water is pumped by either of the 2 Manistee 
pumps and the well has a normal yield of 600 
gpm. but requires acid treatments about every 5 
y r . to res tore capacity. Water levels fluctuate 
with the stages in the E m b a r r a s s and Wabash 
Rivers . Since the well was drilled the variation 
in non-pumping water levels has been from 4 to 10 
ft. below the ground surface. 
Well No. 5, also called West Well, was con-
structed in Dec. 1947 to a depth of 72 ft. by Kelly 
WellCo., Grand Island, Neb., and is located about 
90 ft. west of Well No. 3. The well is of the 
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gravel-packed type having an outer casing dia-
meter of 48 in. at the top and 42 in. at the bot-
tom. The inner casing is solid concrete pipe,17-
in. id. and 22-in. od. from 5 ft. below to 28 ft. be-
low ground level and with 17-in. id. porous con-
crete screen from 28 ft. to the bottom of the well. 
The annular space outside the 17-in. casing and 
screen was filled with selected pea gravel. It is 
planned to construct a concrete box at the top of 
the well. 
After completion of the well, a yield test was 
made by the driller with all other pumps on the 
site, shut down. Water level observations (Table 
1) were made in Well No. 1 and No. 4 during the 
pumping from Well No. 5. The total pumping 
period was 70 min. with 10-min. periods for 
ra tes from 700 to 2000 gpm. and a 30-min. period 
for the last pumping rate of 2280 gpm. 
Well No. 1 is about 110 ft. northeast of Well 
No. 5 and Well No. 4 is 65 ft. east of No. 1 and 
about 160 ft. from No. 5. 
In May 1948, Well No. 5 was not yet in serv-
ice. 
Well No. 6, also called East Well, was drilled 
in Dec. 1947 to a depth of 73 ft. by Kelly Well Co. 
and is located about 105 ft. east of Well No. 5. 
After completion of the well, a yield test 
(Table 2) was made by the dri l ler , with all other 
pumps on the site shut down. Influence of pump-
ing in Well No. 6 was observed in Well No. 1, 
about 105 ft. northwest of No. 6. The total pump-
ing period was 70 min. with 10-min. periods for 
ra tes from 500 to 1480 gpm. followed by a 40-min. 
period at 2000 gpm. 
In May 1948, Well No. 6 was not yet in se rv-
ice . 
All water is chlorinated. 
From Apr. 1, 1947 to Apr. 1, 1948 metered 
pumpage averaged 601,050 gpd. of which an av-
erage of 166,900 gpd. was sold to the city of 
Bridgeport. 
GEORGE FIELD 
Two wells in this field, now controlled by the 
W.A.A., a re , located about 2 miles north of the 
Lawrenceville wells. Water from the George 
Field wells is furnished to 72 apartments of the 
University of Vincennes housing. Metered pump-
age from Mar. 2 to Apr. 23, 1948 averaged 
46,800 gpd. 
LABORATORY NO. 114,409 
Lawrenceville - 3 
TABLE 1 
TABLE 2 
Illinois State Water Survey - Bulletin No. 40 
The village of Leaf River (415) installed a 
public water supply in 1914. 
Water was obtained from a well drilled in 1914 
to a depth of 125 ft. by William Piper, Pecatonica, 
and located in the central part of the business d i s -
t r ic t (or approximately 1400 ft. S. and 2800 ft. E. 
of the N. W. corner of Section 36, T. 25 N., R. 9 
E.). The surface elevation is 710± ft. The well 
was cased with 8-in. pipe to a depth of 22 ft., b e -
low which the hole was 8-in. in diameter to the 
bottom. 
Analysis of a sample (Lab. No. 82735) col-
lected Jan. 7, 1938, showed water from this well 
to have a hardness of 14.8 gr. per gal., a residue 
of 297 ppm., and a trace of iron. 
The well became contaminated with surface 
water and was plugged and abandoned. 
A new well was drilled to a depth of 325 ft. in 
1945 by C. W.Varner Dubuque, Iowa, and located 
in the south part of town (about 2200 ft. N. and 
2550 ft. W. of the S. E. corner of Section 36). 
The surface elevation is 765- ft. 
Sample-study log of well drilled in 1945 furnished 
by the State Geological Survey: 
LEAF RIVER 
Ogle County 
Nov. 20, 1947 
The hole and casing record is shown in Table 
1. 
TABLE 1 
Hole Record 
12-in. from surface to 141 ft. 
8-in. from 141 to 325 ft. 
Casing Record 
12-in. od. casing from surface to 14 ft. 
8-in. casing from surface to 141 ft. 
The annular space outside the casing was filled 
with grout. 
o 
The pump assembly consists of 160 ft. of 5-in. 
column pipe; 9-stage American Well Works oil 
lubricated pump, No. 66536, rated at 250 gpm. 
against 265 ft. of head at 1750 rpm.; the overall 
length of the pump is 10 ft.; 16 ft. of 5-in. suction 
pipe; 25-hp. U. S. electric motor. No. 285999. 
A production test was made by the dril ler on 
Dec. 21, 1945. The pump setting at that time 
was 120 ft. to the top of the bowls. When pumping 
at 200 gpm., the drawdown was 48 ft. from a non-
pumping water level of 67 ft. On Nov. 20, 1947, 
the non-pumping water level was 69 ft. 
Analysis of a sample (Lab. No. 112,651) col-
lected Nov. 20, 1947 after 1-hr. pumping at 250 
gpm., showed this water to have a hardness of 
14,6 gr. per gal., a residue of 291 ppm., and a 
t race of iron. 
Pumpage is estimated at 25,000 gpd. 
LABORATORY NO. 112,651 
Illinois State Water Survey - Bulletin No. 40 
Apublic water supply was installed in 1925 by 
the city of Lebanon (1867). 
A well was drilled in 1925 to a depth of 46 ft. 
by Thorpe Concrete Well Co., Alton, and located 
in Silver Creek bottoms, 1 1/2 mile southwest 
of Lebanon. The well was cased with 16-in. id. 
(22-in. od.) concrete pipe, the bottom 32 ft. being 
porous concrete. The elevation of the ground sur -
face at the well-site is 436± ft. 
On May 12-13, 1925, the dril ler reported the 
static water level at 11 ft. below the top of the 
casing and after 16-hr. pumping at 172 gpm. the 
drawdown was 18 ft. 
In 1934, due to a clogged s t ra iner , the yield 
had decreased to about 90 gpm. and the well was 
maintained for a while as an emergency unit. The 
well has been plugged and abandoned. 
Well No. 1 was drilled in June 1934 to a depth 
of 47 ft. by Thorpe, and located 20 ft. west of the 
old well (or approximately 1000 ft. S. and 2150 ft. 
E. of the N. W. corner of Section 25, T. 2 N., R. 
7 W.). 
Correlated dr i l le r ' s log of Well No. 1 furnished 
by the State Geolo'gical Survey: 
Well No. 1 was cased with 24-in. id. (34-in. 
od.) concrete pipe. On Feb. 4, 1936, the non-
pumping water level was 25 ft. 9 in. below the top 
of the casing, which was at floor level at the 
pumping station. After 3 1/2-hr. pumping at 150 
gpm. the drawdown was 7 ft. 9 in. Two hours 
after stopping the pump the depth to water level 
was 26 ft. 
The pumping equipment includes a 4 1/2-in. 
column pipe; 7 5/8-in., 3-stage Cook turbine 
pump, No. 1262, having an overall length of 24 
in.; air line of unknown length and in poor condi-
tion; 4 ft. of 4 1/2-in. suction pipe; 5-hp., 1800 
rpm. U. S. electric motor, No. 109820. 
The bottom of the suction pipe is reported to 
be close to the bottom of the well. The pump d i s -
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charges at a rate of 150 gpm. but is used only 
when the water level is high in the well. The 
screen is believed to be partially clogged. 
Non-pumping water levels in feet below the 
top of the well have been reported as follows: 
The water levels shown above for June 1934, 
and Dec. 1, 1941 may be pumping levels. 
Analysis of a sample (Lab. No. 77374) col-
lected Feb. 4, 1936 showed this water to have a 
hardness of 27.2 gr. per gal., a residue of 526 
ppm., and an iron content of 1.8 ppm. 
Well No. 2 was drilled in 1940 to a depth of 47 
ft. by Kelly Concrete Well Co., Grand Island, 
Neb., and located 18 ft. north of Well No. 1 or 12 
ft. north of the northwest corner of the pump house. 
The well was cased with 26 ft. 2 in. of plain 
concrete pipe and 21 ft. 8 in. of porous concrete 
pipe strainer enveloped with a gravel filter. The 
outside diameter of the screen and filter was 46 
in. 
When completed, the static water level was 30 
ft. below ground level and when pumping at 160 
gpm. the drawdpwn was 10 ft. Non-pumping water 
levels have been reported in feet below top of well 
as follows: 
On Nov. 30, 1948 the water level at 6 AM., 
before any pumping, was 33 ft. 8 in., and then 
after 4-hr . pumping at 100 gpm. the drawdown 
was 6 ft. 4 in. 
The pumping equipment includes a 4 1/2-in. 
column pipe; 3-stage Cook turbine pump, No. 4630, 
2 - Lebanon 
having an overall length of 2 ft. 7 in.; 4 ft. of 
4 1/2-in. suction pipe; 5-hp., 1800 rpm. U. S. 
electric motor, No. 211826. 
The bottom of the suction pipe is reported to 
be close to the bottom of the well. Power for 
pumping can be furnished from a gasoline engine 
belt-connected to the pump. 
The pump is throttled at 100 gpm. to avoid 
over-pumping. It was reported that the screen 
would not permit a greater inflow. 
A well, drilled in 1941 or 1942 for Pfeffer 
Milling Co., was acquired by the city in 1946 and 
is now known as Well No. 3. The well was drilled 
to a depth of 62 1/2 ft. by Kelly Concrete Well Co. 
and located about 200 ft. northeast of city Well No. 
2. The ground elevation at the well-site is 451± ft. 
The well is cased with 26-in. id. concrete pipe, with 
the lower part being porous concrete. The pump 
base is 2.7 ft. above ground level. 
The pumping equipment includes a 4 1/2-in. 
column pipe; 3-stage Pomona turbine pump, op-
erated at a discharge rate of 160 gpm.; 4 ft. of 
4 1/2-in. suction pipe with the bottom set close 
to the bottom of the well; 5-hp. Sterling electric 
motor. 
On Nov. 19. 1948 the non-pumping water level 
was 49 ft. below ground level. The well is about 
six feet from a pond having one-half acre water 
surface area . The elevation of the water su r -
face of the pond on Nov. 19, 1948 was three feet 
lower than the ground surface at the well. 
Analysis of a sample (Lab. No. 116,490) col-
lected Nov. 19, 1948 showed the water from Well 
No. 3 to have a hardness of 28.2 gr. per gal., a 
residue of 541 ppm., and an iron content of 1.6 
ppm. 
The water is aerated, softened and chlorinated. 
Analysis of a sample (Lab. No. 116,487) collected 
Nov. 19, 1948 showed the treated water to have a 
hardness of 7.7 gr. per gal., a mineral content of 
195 ppm., and an iron content of 0.1 ppm. 
Pumpageis estimated to average 107,500 gpd. 
An electr ical earth resist ivi ty survey was 
made by the State Geological Survey in May 1948, 
following which some test wells were drilled in 
Sept. and Oct. 1948. Test wells No. 1, 2 and 3 
were drilled by Harold Watson, East St. Louis, 
and located east and north of the pumping s ta-
tion. Test wells 4, 5 and 6 were drilled by Hayes 
and Sims, Champaign. Test wells 4 and 5 were 
located along the easterly bank of the old channel 
of Silver Creek and due west of the pumping s ta-
tion. Test Well No. 6 was located about 3/4 mile 
northwest of the station, in the valley flat. 
LABORATORY NO. 116,490 
Illinois State Water Survey - Bulletin No. 40 
A limited public water supply owned by a p r i -
vate company was operated for a number of years 
until 1904 when the village of Lee (257) acquired 
the water works and made extensive improve-
ments. 
The initial source of supply was obtained 
from a well reported to have a diameter of 3 in. 
and a depth of 315 ft. This well was located 6 ft. 
south of the existing well and is now abandoned 
and capped. 
In 1904 a well was drilled for the village to a 
reported depth of 335 ft., and located north of 
Fourth St. and 90 ft. east of the De Kalb-Lee 
county line (approximately 2300 ft. N. and 90 ft. 
E. of the S. W. corner of Section 6. T. 38 N., R. 
3 E.).The elevation of the ground surface is 940± 
ft. 
Correlated dr i l le r ' s log of Well drilled in 1904 
furnished by the State Geological Survey: 
The well diameter was reported to be 6-in. in 
LEE 
Lee and 
DeKalb Counties 
Oct. 17, 1947 
hard clay to a depth of 235 ft. and 4 1/2 in. at the 
bottom where sand and gravel was penetrated. 
The well was cased the entire depth with a screen 
at the bottom. 
On Feb. 6, 1947 the old single-acting plunger 
pump having a 4 1/2-in. cylinder setting at a 
depth of 234 ft. was removed. The well was 
sounded and found to have a depth of 325 ft. and 
a standing water level of 188 ft. below the pump 
base. 
The existing pump installation was made on 
Feb. 7, 1947; 200 ft. of 4 1/2-in. od. column pipe; 
6-in., 23-stage Fairbanks-Morse oil-lubricated 
turbine pump, No. S. W. 42430, having a rated 
capacity of 65 gpm. against a head of 320 ft.; 10 ft. 
of 4-in. id. suction pipe and strainer; 10-hp. 
Fairbanks-Morse electric motor, No. 1375844. 
This unit delivered 118 gpm. to free discharge at 
ground level and 60 gpm. against a pressure of 40 
psi. 
Analysis of a sample (Lab. No. 112,126) col-
lected Oct. 4, 1947 after 30-min. pumping at 60 
gpm., showed this water to have a hardness of 
8.7 gr. per gal., a residue of 240 ppm., and an 
iron content of 0.4 ppm. 
The estimated pumpage is 12,000 gpd. 
LABORATORY NO. 112,126 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
village of Leland (538) in 1915. A well was drilled 
in the north part of the pumping station 60 ft. east 
of Main St. (or approximately 570 ft. S. and 2550 
ft. W. of the N. E. corner of Section 8, T. 36 N., 
R. 4 E.). 
The well, now called the North Well, was 230 
ft. deep below a ground surface elevation of 701± 
ft. It was cased to rock at about 100 ft. with 10-
in. pipe and was equipped with an 8 by 24-in. 
Gould single-acting cylinder pump, No. 28400, 
with 100-ft. od. drop pipe. Power was furnished 
by a 15-hp.,870 rpm. Westinghouse electric mo-
tor. When the well was completed, the water l e -
vel was 8 ft. below the surface. 
In 1938 this well was being maintained for 
emergency use and was seldom used. 
In May 1941 the following pump assembly was 
installed: 102 ft. of 4-in. id. column pipe; Aurora 
turbine pump, No. 11021, rated at 100 gpm. against 
a head of 220 ft. at 1750 rpm.; the overall length 
of the pump is 6 ft.; 19 in. of suction pipe and 
strainer; 7 1/2-hp. U. S. motor, No. 192479. 
The pump was pulled in 1946 to repair the 
motor, and a short time later the pump was again 
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pulled to repair the column pipe. When the pump 
was replaced, the column pipe was shortened to 
82 ft. 
At present this well furnishes all the water 
for the village. The pump operates 14 to 15 hr . 
per day. 
Analysis of a sample (Lab. No. 118,247) col-
lected May 18, 1949 after 1-hr. pumping, showed 
the water to have a hardness of 18.2 g r .pe r gal., 
a, residue of 328 ppm., and an iron content of 0.9 
ppm. 
In 1922 a second well was drilled 15 ft. south 
and 10 ft. west of the old well. This well, now 
called the South Well, was 220 ft. deep and cased 
to rock at a depth of about 100 ft. with 10-in. 
pipe. The well is equipped with an A. Y. McDon-
ald double-acting 6 by 24-in. cylinder pump, No. 
502, rated at 150 gpm.; 100 ft. of 6-in. drop pipe. 
Power is furnished by a 15-hp. Westinghouse 
electric motor. 
In Apr. 1938 the water level in both wells was 
reported at 20 ft. 
Pumpage is estimated at 90,000 gpd. There 
is apparent leakage in the mains. 
LABORATORY NO. 118,247 
Illinois State Water Survey - Bulletin No. 40 
Water works were installed for the village of 
Lemont (2557) about 1882. 
Water was obtained from a well 1366 ft. deep 
located on the east side of Stephen St. and north 
of the Illinois and Michigan Canal right-of-way 
(or approximately 1900 ft. N. and 2300 ft. W. of 
the S.E. corner of Section 20, T. 37 N., R. 11 E.). 
The well was 4 in. in diameter and flowed at 
the ground surface when drilled. The head was 
estimated to be about 60 ft. above the ground su r -
face. On Nov. 28, 1916, water was pumped with 
air lift equipment producing 35 to 40 gpm. The 
well was abandoned several years later and is 
now filled with concrete. 
A second well was later drilled to a depth of 
2284 ft. and is located about 50 ft. east of the 
older well. The elevation of the pump base is 
596.1 ft., and rock was encountered about 2 ft. 
below the surface. Records of i ts original con-
struction are incomplete, but the well was r e -
ported to be cased to a depth of 297 ft. with 10-
in. pipe and to have a 6-in. diameter hole to the 
bottom. 
A sample, collected in 1915, showed this wa-
ter to have a chloride content of 590 ppm., a 
mineral content of 1300 ppm., and a hardness of 
15 gr. per ga l . In 1923 a sample showed a chlo-
ride content of 500 ppm. In 1927 after cleaning 
to 1700 ft., the chloride content was 327 ppm., the 
mineral content 911 ppm., and the temperature 
62.5° F. 
On Dec. 5, 1923 the non-pumping water level 
was 60 ft. below the top of the casing; and the 
production was reported to be 142 gpm. after 
pumping 1 hr . In Jan. 1924 the airlift equipment 
dropped into the well and was fished out from a 
depth of about 325 ft. 
During r epa i r s , the water level rose to 40 ft. 
below the top of the casing. The air lift equip-
ment was re-installed with an airline to a depth 
of 291 ft., and the yield of the well was good until 
Oct. 1924 when it began to fluctuate. By Oct. 18, 
1924, the yield had decreased to about 1 gpm. 
The well was reported to be bridged at a 
depth of about 300 ft. but was not repaired and 
cleaned out until 1927, when it was cleaned out to 
a depth of about 1700 ft. A 7-in. l iner, 92 1/2 ft. 
long, was set with i ts top 277 ft. below the top of 
the 10-in. casing. An air lift pump was installed 
with the air pipe outlet set at a depth of 496 ft. 
During a production test Jan. 1927 when pumping 
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at 210 gpm., the drawdown was 55 ft. from a wa-
ter level of 175 ft. When pumping at 320 gpm., 
the drawdown was 84 ft. 
The well was again in service on Apr. 1, 1927. 
On Oct. 25, 1927 after pumping for 6 hr . , the 
discharge rate was 321 gpm. The depth to water 
on Oct. 26, 1927 when the airlift had been idle for 
16 hr . , was 173.6 ft. below the top of casing. 
A repor t dated July 7, 1942 stated that Well 
No. 2 was again the source of the public supply 
and was pumped 10 to 12 h r . daily at a rate of 200 
to 250 gpm. On July 5, 1942 the non-pumping wa-
ter level was 223 ft. after the pump had been idle 
overnight. 
F rom July 1942 to July 1946, this well was 
the source of supply, but during this time a gen-
era l recession in the water levels occurred. On 
Nov. 8, 1945, a non-pumping water level of 289 ft. 
was reported, and from June 1 to 5, 1946, the 
pumping water level was 365 ft. when pumping at 
280 to 285 gpm. 
In Oct. 1947, due to a decrease in production 
from the well, the pump was lowered 60 ft. from 
a setting of 380 ft. The production was not in-
creased and a hole was then found in the third 
from top bowl section. This section was removed 
and the pump replaced. The depth of the well was 
measured at 1493 ft. After 15-min. pumping at 
265 gpm. the drawdown was 113 ft. On June 21, 
1948 the pump had been replaced with a new set 
of bronze bowls. The pumping equipment now in-
cludes 440 ft. of 6-in. column pipe; 9 3/8-in. , 15-
stage Peer l e s s turbine pump having an overall 
length of 10 ft. 10 1/2 in.; 440 ft. of air line; 40 
1/2 ft. of suction pipe; 50-hp. U. S. electric mo-
tor . Before the repair work, the discharge rate 
was 185 gpm. and, after, the r ate was 310 gpm. 
On June 21, 1948, after 2-hr. pumping, the water 
level was 414 ft.' 
Analysis of a sample (Lab. No. 117,088) col-
lected Jan. 21, 1949 showed this water to have a 
hardness of 16.2 gr . per gal., a residue of 472 
ppm., and an iron content of 1.8 ppm. 
A third well was drilled between Oct. 25, 1924 
and Oct. 25, 1927 on a site located at the south-
west corner of State and Short St. (or approxi-
mately 1550 ft. S. and 2450 ft. E. of the N. W. 
corner of Section 27). The well was drilled by 
W. L. Thorne, Des Plaines, to a depth of 1235 ft. 
where a dril l was lost. It was not used, and a 
wood plug was placed in the top. It was reported 
on Oct. 25, 1927 that the well would produce 100 
2 - L e m o n t 
to 150 g p m . 
In 1931 the following pump ins ta l l a t ion was 
m a d e which is s t i l l in p l ace : 400 ft. of 5- in . c o l -
u m n pipe; 8- in. , 3 1 - s t a g e P e e r l e s s t u rb ine pump 
r a t e d at 150 gpm. aga ins t 450 ft. of head; 30 ft. of 
5 - in . suct ion pipe with a s t r a i n e r ; 30 -hp . U. S. 
e l e c t r i c m o t o r . 
V e r y l i t t le data a r e ava i lab le r e l a t i ve to the 
p e r f o r m a n c e and use of th i s wel l as a wa te r s u p -
ply uni t . During a 5 0 - m i n . t e s t on M a r . 15, 1938, 
with the above equipment , the pump went d r y 
seven t i m e s , and the wa te r b e c a m e cloudy. 
Be tween Oct . 24, 1924 and Apr . 1, 1927 when 
Well No . 2 was out of s e r v i c e , wa te r for the p u b -
l ic supply was obtained f rom a stone q u a r r y l o -
cated in Du Page County jus t no r th of the A tch i -
son, Topeka , and Santa Fe R. R. about 4700 ft. 
n o r t h e a s t of the old pumping s ta t ion (or a p p r o x i -
m a t e l y 900 ft. N. and 500 ft. W. of the S. E. c o r -
ner of Sect ion 17). 
No no t iceab le lower ing of the wa te r level in 
the q u a r r y was r e p o r t e d when pumping a t a r a t e 
of about 300 gpm. The q u a r r y is r e p o r t e d to have 
a m a x i m u m depth of 20 ft. 
In 1939 the v i l lage p roposed to use th i s stone 
q u a r r y as a p e r m a n e n t s o u r c e of t he i r w a t e r s u p -
ply. P l a n s w e r e m a d e for a t r e a t m e n t p lant , and 
cons t ruc t i on was under way in 1942 but was i n t e r -
rup ted by the w a r . 
The m e t e r e d pumpage for the pe r iod f rom June 
1, 1945 to June 1, 1946 a v e r a g e d 242,000 gpd. and 
v a r i e d f rom a m i n i m u m win te r pumpage of 227,000 
gpd. to a m a x i m u m s u m m e r pumpage of 250,000 
gpd. 
The wate r i s no t t r e a t e d . 
LABORATORY NO. 117,088 
I l l inois State Water Survey - Bul le t in No. 40 
The town of Lena (1169) e s t a b l i s h e d a public 
w a t e r supply in 1895. In 1911 the town m a d e a 
10 -yea r con t r ac t with the loca l e l e c t r i c l ight and 
power company to supply w a t e r at a flat r a t e , but 
in 1920, appa ren t l y , the town had acqu i r ed con t ro l 
of the w a t e r s y s t e m . 
Wate r is obtained f rom 2 w e l l s . Well No. 1 
was d r i l l ed in 1895 and loca ted in a t r i a n g u l a r 
plot bounded by Vernon , F r e e d o m , and South 
R a i l r o a d St. (or app rox ima te ly 3085 ft. N. and 
150 ft. E. of the S. W. c o r n e r of Sect ion 33 , T. 28 
N. , R. 6 E . ) . The su r face e leva t ion is 964± ft. 
The well is 604 ft. deep and 10 in . in d i a m e t e r 
f rom the su r face to 300 ft. and 6 in . in d i a m e t e r 
for the r e m a i n i n g depth . The 10- in . cas ing e x -
t ends to a depth of 150 ft. 
In 1913 the wel l was equipped with a 7 3 / 4 - i n . 
x 24- in . Deming deep wel l power pump, r a t e d at 
197,000 gpd. aga in s t 139 ft. of head at 28 r p m . 
The pump was d i r e c t l y connected to a 10-hp. 
m o t o r . P u m p a g e a t tha t t ime was e s t i m a t e d to 
a v e r a g e 66,500 gpd. with a m a x i m u m of 111,000 
gpd. 
In 1920 the power c o m p a n y ' s equipment was 
r e m o v e d and an a i r lift was in s t a l l ed with 200 ft. 
of 1 1/2-in. a i r p ipe , and 80 ft. of 3 / 4 - i n . a i r p ipe , 
the bo t tom at a depth of 280 ft. In 1923 the wel l 
w a s r e p o r t e d to p roduce 100 gpm. with a d r a w -
down of 64 ft. f rom a non-pumping w a t e r level 
of 70 ft. below the ground s u r f a c e . Th i s wel l is 
used about 4 h r . da i ly . 
Pumping ins ta l l a t ion c o n s i s t s of 300 ft. of 4-
in . co lumn pipe; 6- in . , 17 - s t age wate r l ub r i ca t ed 
Pomona tu rb ine pump No. 806; 300 ft. of 1/4-in. 
a i r l ine; 5 ft. of 4 - in . suct ion p ipe; 20 -hp . , 1750 
r p m . West inghouse e l e c t r i c m o t o r , No. 2340. 
LENA 
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Ana lys i s of a s amp le (Lab . No. 112,583) c o l -
lec ted Nov. 12, 1947 after 2 5 - m i n . pumping at 
200 gpm. , showed t h i s w a t e r to have a h a r d n e s s of 
28.1 g r . pe r ga l . , a r e s i d u e of 518 p p m . , and an 
i ron content of 0.2 ppm. 
Well No. 2 was d r i l l ed to a depth of 998 1/2 
ft. by C. W. V a r n e r , Dubuque, Iowa, in 1931 and 
located about 25 ft. no r th of Well No. 1. 
The hole and cas ing r e c o r d is as shown in 
Table 1. 
TABLE 1 
Hole R e c o r d 
16- in . f rom su r f ace to 24 ft. 
15 1/4-in. f rom 24 to 106 1/2 ft. 
12 1/4-in. f r o m 106 1/2 to 998 1/2 ft. 
Cas ing R e c o r d 
16- in . od. wi . pipe f r o m 
sur face to 24 ft. 
12 1/2-in. od. wi . pipe f r o m 
su r face to 106 1/2 ft. 
The annu la r space be tween the 2 c a s i n g s was 
filled with nea t c e m e n t under p r e s s u r e . 
On June 18, 1931 the wel l w a s t e s t e d with 
the t u rb ine se t at a depth of 220 ft. When p u m p -
ing at 330 gpm. the drawdown was r e p o r t e d to be 
3 6 ft. f rom a non-pumping w a t e r l eve l of 179 ft. 
be low the s u r f a c e . 
In 1937 the non-pumping w a t e r l eve l was r e -
po r t ed to be 195 ft. be low the su r face and when 
pumping be tween 250 and 300 gpm. the drawdown 
was r e p o r t e d to be about 35 ft. 
LABORATORY NO. 112,583 
2 - Lena 
A check was made on the water levels in Well 
No. 2 on Nov. 12, 1947. Pr ior to the check the 
pumps in Wells No. 1 and No. 2 had been idle 2 
hr . The water level in No. 2 was 180 ft. below 
the pump base . The pump in Well No. 1 was op-
erated for 5 min. with No. 2 idle. The drawdown 
in Well No. 2 was negligible. Pumping was 
stopped in Well No. 1 and started in No. 2 at a 
rate of between 250 and 300 gpm. The drawdown 
in Well No. 2 was 105 ft. and later with both 
pumps operating simultaneously the total draw-
down in Well No. 2 was 113 ft. The pumping 
equipment in Well No. 2 consists of 300-ft. of 6-
in. od. column pipe; 13-stage water lubricated 
Pomona turbine pump No. H 2025, rated at 350 
gpm. against 150 ft. of head; 300 ft. of 1/4-in. 
air line; 5 ft. of 6-in. suction pipe; 30-hp. West-
inghouse electric motor, No. 8031777. 
Analysis of a sample (Lab. No. 112,579) col-
lected Nov. 12, 1947 after pumping 25 min. at 250 
to 300 gpm., showed this water to have a hardness 
of 27.1 gr .per gal., a residue of 528 ppm., and no 
iron content. The character is very similar to that 
obtained from Well No. 1. 
The water is not t reated. 
Pumpage is estimated to average 100,000 
gpd. 
Sample-study log of Well No. 2 furnished by the State Geological Survey: 
LABORATORY NO. 112,579 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed for the 
village of Leonore (179) in 1900 and sold to the 
village the following year. 
The village then constructed a well and aban-
doned a well which had been in use . Water is ob-
tained from a well located in the eastern part of 
the village (or approximately 1250 ft. S.and 2500 
ft. E. of the N. W. corner of Section 3, T. 31 N., 
R. 2 E.). 
The well is dug 10 ft. in diameter and 34 ft. 
deep, terminating in a 4-ft. stratum of water-
bearing gravel. The elevation of the ground su r -
face is 680± ft. 
Before the well was dug, an effort was made 
to dri l l a deep well; but when the drill struck rock, 
it was broken and further drilling abandoned. The 
casing was not removed and is in the center of the 
dug well. 
Water is pumped by a Deming 6 by 8-in. t r ip -
LEONORE 
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lex pump, No. 5869, rated at 176 gpm. with the 
working ba r re l attached to 28 ft. of 3-in. drop 
pipe. Power is furnished by a 10-hp., 1160 rpm. 
Westinghouse electric motor, No. 798825. 
In 1923 the water level was 22 ft. below the 
surface, and it was reported that no change in the 
non-pumping water level had taken place for 
several yea r s . Pumping, except for fire or other 
long period needs, did not lower the water to any 
extent. 
Analysis of a sample (Lab. No. 110,702) col-
lected June 17, 1947 from a tap in a tavern on 
Main St. about 1000 ft. from the village well, 
showed this water to have a hardness of 20.6 gr. 
per gal., a residue of 433 ppm., and an iron con-
tent of 0.7 ppm. 
The water is not treated. 
Pumpage is estimated to average 4,000 gpd. 
LABORATORY NO. 110,702 
I l l inois State Water Survey - Bul le t in No. 40 
The ci ty of LeRoy (1783) i n s t a l l ed a public 
wa te r supply in 1895. 
Water was obtained o r ig ina l ly f rom 2 we l l s 
located about 20 ft. a p a r t in the old pumping s t a -
t ion near the cen te r of town. T h e s e 2 we l l s were 
r e p o r t e d to be 87 ft. deep each and cased with 8-
in . p ipe . 
E a c h of t h e we l l s was equipped with a Gould 
d e e p - w e l l pump. Power was furn ished or ig ina l ly 
by a 20-hp . Jol ie t gasol ine eng ine , but th i s was 
r e p l a c e d by a 20 -hp . e l e c t r i c m o t o r . 
Ana lys i s of a s amp le ( L a b . No. 21706) c o l -
lec ted Dec . 30, 1910, showed the wate r f rom 
t h e s e wel l s to have a h a r d n e s s of 25.1 g r . pe r 
gal . , a r e s i d u e of 493 ppm. , and an i ron content 
of 0.8 ppm. 
A th i rd wel l was d r i l l ed about 1912. Th i s wel l 
was 12 in . in d i a m e t e r , 90 ft. deep , and was 
equipped with a Deming s ing le -ac t ing p lunger 
pump, r a t ed at 265,000 gpd. 
In 1918, the wel l was deepened to 321 ft., and 
cas ing was added as follows: 10- in . pipe to a depth 
of 135 ft.; 8- in . pipe to a depth of about 200 ft.; 
4 - i n . pipe to a depth of 321 ft. Li t t le wa te r was 
obtained below the o r ig ina l depth. 
A wel l was then d r i l l ed south of the e leva to r 
on the New York C e n t r a l R . R . Th i s wel l was 105 
ft. deep . Li t t le wa te r was obta ined. 
Another well was d r i l l e d near the sou thwes t 
c o r n e r of G r e e n and White St. This wel l was 175 
ft. d eep . Li t t le w a t e r was obta ined. 
The 3 o r ig ina l w e l l s , and wa te r w o r k s w e r e 
abandoned about 1918. 
Wells No. 1, 2 and 3 w e r e d r i l l ed in 1918 by 
N. J . R o s s , Bloomington, and a r e located about 
10 ft. a p a r t in a line near the southwes t c o r n e r of 
G r e e n and White St. (or app rox ima te ly 700 ft. S. 
and 400 ft. W. of the N. E. c o r n e r of Sect ion 20, 
T. 22 N . , R. 4 E . ) . The su r face e leva t ion is 790± 
ft. 
The E a s t Well, ca l led Well No. 1, is 10 in . in 
d i a m e t e r and 86 ft. deep and is equipped with a 
Cook s c r e e n . The o r ig ina l pumping equipment 
c o n s i s t e d of a 5 1/4-in. by 24- in . Gould s i n g l e -
acting pump with the cyl inder se t at a depth of 
about 71 ft. In 1922, the wel l was r e p o r t e d to 
p roduce 40 gpm. with a non-pumping w a t e r l eve l 
of 36 ft. In A p r . 1924, a 6 1/2-in. E r b cyl inder 
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pump, o r ig ina l ly in Well No. 3, was i n s t a l l e d . A 
5-hp. F a i r b a n k s - M o r s e e l e c t r i c m o t o r i s i n 
p l a c e . The non-pumping w a t e r l eve l was r e -
po r t ed to be 36 ft. 
Well No. 1 is main ta ined as a s t and-by unit . 
The c e n t e r Well, ca l l ed Well No. 2, is 10 in . 
in d i a m e t e r , 86 ft. deep , and equipped with a Cook 
s c r e e n . Pumping equ ipment c o n s i s t s of a 5 1 /2- in . 
by 24- in . Gould doub le -ac t ing p u m p , No. 5702 with 
the cy l inder se t at a depth of about 71 ft. and with 
6 ft. of suct ion pipe below the cy l inde r . In 1922, 
i t was r e p o r t e d that the non-pumping wa te r level 
was 36 ft., and that the wel l was producing 40 
gpm. In 1924, the non-pumping wa te r l eve l was 
r e p o r t e d to be 36 ft. 
Well No. 2 is ma in ta ined as a s t and-by uni t . 
The West Well , ca l led Well No. 3, w a s 12 in . 
in d i a m e t e r , 86 ft. deep , and equipped with a Cook 
s c r e e n . Th i s well was o r ig ina l l y equipped with a 
6 1/2-in.by 48 - i n . Deming c h a i n - d r i v e pump. In 
1922, i t was r e p o r t e d that the non-pumping wa te r 
l eve l was 36 ft., and tha t the wel l was p roduc ing 
100 gpm. 
In 1924, new pumping equ ipment was in s t a l l ed 
as follows: 76 ft. of co lumn pipe; 7 1/2-in. by 
24- in . A m e r i c a n doub le -ac t ing , deep -we l l pump 
opera t ing at 22 r p m ; 8 ft. of 6- in. suc t ion p ipe . 
In 1924, th i s pump was o p e r a t e d inf requent ly , 
but the speed was l a t e r r e d u c e d to 16 r p m . , and 
the pump ope ra t ed da i ly . 
In 1939, Well No. 3 was r e p a i r e d by Hayes & 
S i m s , Champa ign . The well was c a s e d with 64 1/2 
ft. of 12- in . pipe and equipped with an 11-ft . 3 - in . 
length of h o m e m a d e s c r e e n having 10 ft. of e x -
posed s c r e e n with 1 /16 - in . slot open ings . The 
bo t tom of the s c r e e n was se t at a depth of 72 ft. 
10 in . A 6- in . c o n c r e t e plug was p laced at the 
bo t tom of the s c r e e n . Fol lowing the r e p a i r s , the 
wel l p roduced 100 g p m . with a drawdown of 22 
ft. below a non-pumping w a t e r l eve l of 38 ft. 2 in . 
Ana lys i s of a sample (Lab . No. 51783) c o l -
lec ted July 8, 1924, showed the w a t e r f rom Wells 
No. 1, 2 and 3 to have a h a r d n e s s of 23.6 g r . pe r 
ga l . , a r e s i d u e of 458 ppm. , and an i r o n content 
of 3.6 p p m . 
Well No. 3 was f i l l ed- in in 1941 when the 
t r e a t m e n t p lant was under co n s t ru c t i on . 
A t e s t hole was d r i l l ed in 1940 by Hayes & 
2 - Leroy 
Sims, Champaign, near the corner of Pine and 
East St. (or approximately 2340 ft. N. and 1320 
ft. E. of the S. W. corner of Section 21). The 
hole was 4 in. in diameter and 99 ft. deep. 
The test well did not produce sufficient wa-
ter to warrant development. 
Well No. 4 was drilled in Jan. 1940 by Hayes 
& Sims, and is located 100 ft. south of Well No. 
1; 135 ft. south of W. Green St. and 35 ft. west of 
N. White St. (or approximately 850 ft. S. and 300 
ft. W. of the N. E. corner of Section 20.). This 
well is 78 ft. deep and 12 in. in diameter. The 
ground elevation at the well-site is 790± ft. 
Correlated dr i l le r ' s log of Well No. 4 furnished 
by the State Geological Survey: 
The well is cased with 66 ft. 8 in. of 12-in. 
pipe and a 12-in. drive shoe. A 12-ft. 11-in. 
length of Johnson silicon red-brass screen is in-
stalled in the well with the top at 65 ft., and the 
bottom at 77 ft. 11 in. below the top of the casing. 
The screen has No. 60 slot openings. 
When tested by the dr i l le rs , this well p ro -
duced 210 gpm. for 12 hr . with a drawdown of 10 
ft. below a non-pumping water level of 45 ft. 
Pumping equipment consists of 60 ft. of 5-in. 
column pipe; 8-in., 5-stage Anne rican Well Works 
turbine pump, No. 63233, rated at 200 gpm. 
against 95 ft. of head when operating at 1745 rpm.; 
10 ft. of 5-in. suction pipe; 65 ft. of 1/4-in. air 
line; 7 1/2-hp. U. S. electric motor, No. 194759, 
operating at 1800 rpm. 
On Sept. 24, 1948 while the Well No. 5 pump 
was being operated and after 35-minutes pumping 
in Well No. 4, the water level in Well No. 4 was 
59 ft. below the pump base. Well No. 4 is in 
daily service as an auxiliary supply unit. 
Analysis of a sample (Lab. No. 115,895) col-
lected Sept. 24, 1948 after 35-minutes pumping 
at 205 gpm. showed the water to have a hardness 
of 24.8 gr. per gal., a residue of 473 ppm., and 
an iron content of 6.0 ppm. 
Well No. 5 was drilled about 1943 by Hayes & 
Sims, and is located about 335 ft. west of Well 
No. 4, or about 140 ft. south of W. Green St. and 
40 ft. west of N. Buck St. 
The pumping installation includes an 8-in. 
American Well Works turbine pump, No. 71331, 
having a rated capacity of 200 gpm. against 102 
ft. of head at 1745 rpm., and a 7 1/2-hp. U. S. 
electric motor. The balance of the installation is 
reported to be identical to that in Well No. 4 but 
this could not be confirmed. 
On Sept. 24, 1948 the pumping water level was 
62 ft. below the pump base, assuming a 65-ft. 
length of air line. 
The well is in daily service and is the pr inci-
pal source of supply. 
Analysis of a sample (Lab. No. 115,897) col-
lected Sept. 24, 1948 after 5-hr. pumping at 250 
gpm., showed the water from Well No. 5 to have 
LABORATORY NO. 115,895 
a hardness of 24.8 g r .per gal., a mineral content 
of 504 ppm., and an iron content of 5.5 ppm. 
All water is aerated, filtered and softened. 
Analysis of a sample (Lab. No. 116,035) collected 
Sept. 24, 1948 showed the treated water to have a 
Leroy - 3 
hardness of 3.9 gr. per gal., a mineral content of 
491 ppm., and an iron content of 0.14 ppm. 
F rom Sept. 1, 1947 to Sept. 1, 1948 pumpage 
averaged 87,120 gpd. 
LABORATORY NO. 116,035 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the city 
of Lewistown (2355) in 1888. 
Water is obtained from wells located atthe wa-
ter works pumping station about 2 1/2 miles south-
west of the city in the Spoon River Valley (or ap-
proximately 100 ft. N. and 2100 ft. W. of the S. E. 
corner of Section 32, T. 5 N., R. 3 E.). 
In 1888, the supply was obtained from 28 driven 
wells located along the south side of the pump s ta -
tion and spaced 8 ft. apart in two paral lel , stag-
gered rows. The wells were 24 ft. deep and 1 1/2 
in. in diameter. On the bottom of each drive pipe, 
a 3-ft. length of strainer was attached. The s t ra in-
er was covered with No. 80 wire cloth. These 
wells were abandoned in 1911, because of clogged 
s t ra iners . 
In 1911, a dug well was constructed by the 
Fuller-Coult Co., St. Louis, and the Cook Con-
struction Co., Des Moines, Iowa. The well was 
29 ft. deep with the top at 4 1/2 ft. above a ground 
surface elevation of 454± ft. The bottom 16 ft. 
was walled with brick, 8-in. in thickness, and the 
inside diameter of that part of the well was 12 ft. 
Above the brick wall, the top tapered in, as a 
bottle, to an inside diameter of 3 1/2 ft. from 
the ground surface to the top of the well. The 
well curb was supported by a 1/4-in. steel boiler 
plate, 13 1/2 ft. od., and with an 18-in. vertical 
cutting edge. During construction, a 6-in. centr i -
fugal sand pump was unable to dewater the hole 
when pumping at 100 gpm. 
In Mar. 1914, the non-pumping water level 
was about ground surface; and when pumping at a 
rate of approximately 70 gpm., the drawdown was 
16 1/2 ft. During the 1913 flood, the highest 
stage was 2 ft. below the top of the well. At the 
same t ime, the water level in the well was 4 ft. 
below flood stage. 
In 1917, the river flood stage was within 1 ft. 
of the top of the well, but it was reported that 
the water level within the well was not influenced. 
The upper 15 ft. of the well was re-concreted. 
Between 1917 and 1921, three wells were 
drilled near the dug well. Each was drilled to 
about 25 ft. depth and cased with 8-in. pipe and 
Cook s t ra iners . Gravel, of wheat-grain size, 
was placed around each strainer to a thickness 
of about 4 in. 
These wells have been abandoned and filled in. 
In 1927, Thorpe Concrete Well Co., Alton, 
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constructed a well, now called Well No. 1, near 
the old wells to a depth of 28 ft. below normal 
ground surface and cased with 26-in.id. pipe and 
12 ft. of porous concrete pipe screen. The p ro -
duction was reported to be 500 gpm. 
A production test was made by the State Water 
Survey Jan. 19, 1942. Measurements were made 
from the top of the 26-in. casing to which 6 ft. of 
pipe had been added since the original construc-
tion of the well. The well was then 35 1/2 ft. 
deep below the top of the casing. Before the test 
was started, the water level was 14 1/2 ft. After 
2-hr . pumping at 145 gpm., the drawdown was 
6 1/6 ft. The next 2 hr . the pumping rate was 190 
gpm., and the drawdown was 9 ft., and at the end 
of another 2-hr. pumping at 220 gpm., the draw-
down was 11 3/4 ft. The last drawdown was 3 ft. 
below the top of the screen. 
A second well was drilled about the same 
time to a depth of 41 1 /2 ft. and cased with 12-in. 
pipe with 14 ft. of 12-in. Johnson screen. This 
well has been abandoned and plugged because of 
a badly clogged screen. 
In 1938, Thorpe Concrete Well Co. construct-
ed Well No. 2 about 10 ft. south of the abandoned 
12-in. well and 50 ft. south of Well No. 1. The 
well is 45 1/2 ft. deep. A 60-in. steel casing was 
sunk into blue mud at a depth of 31 1/2 ft. below 
the ground surface. The 30-in. id. concrete c a s -
ing extends 10 ft. above normal ground surface, 
and the lower 20 ft. of the casing is porous con-
crete pipe screen. The annular space between 
the concrete casing and screen, and the 60-in. 
steel casing was filled with gravel, after which 
the steel casing was removed. 
On June 17, 1942, a production test was made 
by the State Water Survey. Water levels were 
measured from the top of the 30-in. casing which 
is 1 ft. higher than the top of Well No. 1. Before 
the test was started, the water level was 15 1/2 
ft.; and after pumping 3 hr . at 325 - 335 gpm., 
the drawdown was 20 1/2 ft. The water level did 
not reach equilibrium during the test; and when 
pumping at 325 gpm., a section of the screen and 
of the bowl section was exposed. The top of the 
bowl-section was 30 ft. below the top of the casing. 
This well is not in use because of a ruptured 
casing. The pump has been removed and installed 
in Well No. 3. 
Well No. 3 is located approximately 85 ft. west 
and 25 ft. north of Well No. 1, and was drilled in 
1942 by Thorpe Concrete Well Co. It is 42 ft. 
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deep from the top of the casing. A 5-ft. fill has 
been made around the pumping station, and the well 
casing extends 3 to 4 ft. above this fill. It is 
cased with 30-in. id. concrete casing witn porous 
concrete pipe at the bottom. 
Well No. 3 is equipped with 30 ft. of 6-in. col-
umn pipe; 10-in., 10-stage Fairbanks-Morse tu r -
bine pump, Fig. 6920 "WJXTT" with bronze im-
pellers and rated at 400 gpm. against 366 ft. of 
head at 1750 rpm.; overall length of pump is 8 
ft. 2 in.; 5 ft. 2 in. of 6-in. suction pipe; 42 1/2 
ft. of 1/4-in. air line; 50-hp. Fairbanks-Morse 
electric motor. 
This pump is maintained for emergency use. 
When in use, the pump is throttled down to 100 
gpm. to avoid breaking suction. 
Well No. 4, located about 50 ft. north and 50 
ft. west of Well No. 3, was drilled by the Thorpe 
Concrete Well Co., in 1942 and is same as Well 
No. 3 as to depth and casing. 
Well Nos. 1,3, and 4 are connected to centr i -
fugal pumps and all three wells are pumped s i -
multaneously. The pump house is located 25 ft. 
south and 35 ft. west of Well No. 1. An Aurora 
centrifugal pump, rated at 400 gpm., powered by 
a 75-hp. Fairbanks-Morse motor operating at 
1750 rpm. and a Fairbanks-Morse centrifugal 
pump, rated at 250 gpm. and powered by a 40-hp. 
Fairbanks-Morse motor operating at 2300 rpm., 
are located in a pit in the pump house. The pit 
is 12 ft. deep. The smaller centrifugal pump is 
used most of the time with the larger centrifugal 
held for emergency. 
The centrifugal pumps are connected to the 
three wells with 8-in. pipe. The suction pipes 
extend into Wells No. 3 and No. 4 to within 4 1/2 
ft. of the bottom and in Well No. 1 to within 
2 1/2 ft. of the bottom. A 4-in. discharge pipe 
leads from the pumps to an 8-in. main. 
It is estimated that, when not pumping, the 
wells have 17 ft. of water or a non-pumping wa-
ter level of 25 ft. below the top of the Wells No. 
3 and No. 4. When pumping from all three wells 
simultaneously with the 400 gpm. Aurora pump, 
the drawdown is 4 ft. and when pumping with the 
250 gpm. Fairbanks-Morse centrifugal, the draw-
down is 1 1/2 ft. 
Analysis of a sample (Lab. No. 113,442), col-
lected Feb. 10, 1948 from Well Nos. 1, 3, and 4, 
showed this water to have a hardness of 23.4 gr. 
per gal., a residue of 470 ppm., and an iron con-
tent of 0.2 ppm. 
The water is chlorinated. Pumpage ranges 
from a low of 180,000 gpd. to a high of 280,000 
gpd. with an average of 250,000 gpd. Half of the 
total pumpage is used by the C. B. & Q. R. R. 
LABORATORY NO. 113,442 
Illinois State Water Survey - Bulletin No. 40 
A public water system was installed by the 
city of Lexington (1284) in 1894. 
Well No. 1, the West Well, was drilled in 1894 
and is located about 70 ft. north of Chestnut St. 
and 30 ft. east of Center St. (or approximately 
2170 ft. S. and 800 ft. E. of the N. W. corner of 
Section 8, T. 25 N., R. 4 E.). The surface eleva-
tion is 750± ft. 
This well is reported to be 115 ft. deep, and to 
be cased with 10-in. pipe to a depth of 100 ft., with 
15-ft. length of Cook screen below the casing. 
The well was originally equipped with a steam 
pump. In 1902, the well was also equipped with a 
9 3/4-in. by 24-in. Gould deep-well pump, rated at 
278,000 gpd., with the cylinder set at a depth of 90 
ft. 
In 1914, it was reported that the non-pumping 
water level was about 40 ft. below the ground 
surface and that after 4-hr . pumping from Well 
No. 2 the water level in Well No. 1 was lowered 
'about 3 ft. In 1921, the non-pumping water level 
was reported to be about 50 ft. below the surface. 
In 1924 the yield rate was reported to be about 
125 gpm. 
The Gould pump is still in place and both 
pumps connected to a 15-hp. General Electric 
motor. The unit is maintained for extreme em-
ergency. 
Analysis of a sample (Lab. No. 51171) col-
lected Mar. 25, 1924, showed the water to have a 
hardness of 17.7 gr. per gal., a residue of 390 
ppm., and an iron content of 1.4 ppm. 
Well No. 2, the East Well, was drilled in 1902 
to a depth of 115 ft.'and located about 14 ft. east 
of Well No. 1. This well is cased with 8-in. pipe 
to a depth of 100 ft. with a 15-ft. length of Cook 
screen installed below the casing. 
The original pumping equipment consisted of 
a 7 1/2-in. by 24-in. Cook deep-well pump rated 
at 165,000 gpd. with the cylinder set at a depth of 
90 ft. It was reported that the non-pumping water 
level in 1914 was about 40 ft. and in 1921 about 
50 ft. below the ground surface. 
The well is maintained as an emergency sup-
ply unit. On Oct. 4, 1948, when Well No. 3 was 
out of service for a few days, the altitude gauge 
showed a pumping water level reading of 15 1/2 
ft. above the bottom of the air line and on Oct. 5, 
1948, after a 3-hr. idle period the gauge reading 
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was 53 ft. Well No. 3 was still out of service. 
The pumping equipment, installed in 1947, in-
cludes a 6-in. Aurora Pump Co. turbine pump, 
No. 33310, having a rated capacity of 125 gpm. 
against 185 ft. of head; 10-hp. U. S. electric mo-
tor . 
Analysis of a sample (Lab. No. 116,020) col-
lected Oct. 4, 1948 after 1-hr. pumping at 125 
gpm. showed the water to have a hardness of 17.6 
gr . per gal., a residue of 416 ppm., and an iron 
content of 1.2 ppm. 
Well No. 3 was drilled to a depth of 113 1/2 
ft. by Hayes & Sims, Champaign, in 1947, and is 
located about 60 ft. southeast of Well No. 1. 
A 10-in. casing was set from 2 ft. above to 
106 ft. 7 in. below the ground surface, and a John-
son silicon r ed -b ras s wire-wound screen, overall 
length 10 ft. 10 in., was placed below the casing. 
The top 3 ft. of the screen has No. 14 slot open-
ings and the bottom 7 ft. has No. 50 slots. 
A production test was made by the State Water 
Survey on Mar. 28, 1947. For tes t purposes, the 
well was equipped with an 8-in., 8-stage turbine 
pump with the bottom of the suction pipe set at a 
depth of 74 ft. below the ground surface. The 
well produced 170 gpm. with a drawdown of 16 ft. 
from a non-pumping water level of 41.5 ft. below 
the ground surface. The test showed that simul-
taneous pumping from Wells No. 1 and 2 lowered 
the water level in Well No. 3 about 3 ft. 
The pumping equipment includes an 8-in. 
Aurora Pump Co. turbine pump, No. 33111, having 
a rated capacity of 150 gpm. against 133 ft. of head; 
7 1/2-hp. U. S. electric motor. 
Well No. 3 has been the principal source of 
supply since July 1948. The 7 1/2-hp. electric 
motor burnt out on Oct. 2, 1948 necessitating 
the use of Well No. 2. 
Correlated dr i l l e r ' s log of the Hemp Processing 
Plant well furnished by the state Geological 
Survey: 
2 - Lexington 
Analysis of a sample (Lab. No. 109,726) col-
lected after 6-hr. pumping on Mar. 28, 1947, 
showed the water to have a hardness of 17.7 gr . 
per gal., a residue of 368 ppm. and an iron con-
tent of 1.4 ppm. The water was reported to be 
milky indicating the possible presence of m e -
thane gas. 
All water is softened., Analysis of a sample 
(Lab. No. 116,038) collected Oct. 5, 1948 showed 
the treated water to have a hardness of 6.6 gr. 
per gal., a mineral content of 228 ppm., and an 
iron content of 0.22 ppm. 
For Aug. 1948,pumpage averaged 30,500 gpd. 
The Hemp Processing Plant at Lexington has a 
well drilled by H. L.Schuler & Son., Normal, and 
located approximately 2040 ft. N. and 720 ft. W. of 
the S. W. corner of Section 8, T. 25 N., R. 4 E. 
This well was reported to be 6 in. in diameter and 
86 ft. deep. The ground elevation is 750t ft. 
LABORATORY NO. 116,020 
LABORATORY NO. 116,038 
Illinois State Water Survey - Bulletin No. 40 
The system of water works is owned by the 
village of Libertyville (3930) and was installed 
in 1905. The source of the public water supply 
has been from 6 wells terminating in sand, gravel, 
and limestone. 
For a number of years water was obtained from 
a group of 4 wells located at the old Cook Ave. 
station at the northeast corner of Cook Ave. and 
F i r s t St. These wells are no longer in service 
and have been abandoned. The first 3 wells were 
sand and gravel wells which flowed by gravity 
into the reservoir from underground connections 
to the well casings. The natural flow from these 
wells was sufficient to supply demands of the vi l -
lage except during periods of high consumption 
when air lift equipment was used during the day 
t ime. In 1917, these wells supplied an average 
of 60,000 gpd. and in 1921 the natural flow to the 
reservoir during the night was estimated to be 
30,000 gal. 
The first well in this group was drilled in 
1905 to a depth of 170 ft. and was cased with 4-
in. pipe. The second was drilled in 1906 to a depth 
of 180 ft. and was 5 in. in diameter. A third well 
drilled in 1910 was 180 ft. deep and 8 in. in dia-
meter and was reported to have a 6-in. diameter 
Johnson strainer at the bottom to exclude fine 
sand. The fourth well in this group was a l ime-
stone well 240 ft. deep. It was located about 65 
ft. north of Cook Ave. and 90 ft. west of F i r s t 
Ave. and was drilled in 1921. The well was r e -
ported cased to rock, at a depth of 200 ft., with 
8-in. pipe. The sand encountered was very fine, 
and little water was pumped during a test made 
before drilling into rock. The well was not 
equipped with a strainer at the time of the test . 
When the well was completed to a depth of 240 
ft., water was pumped for 4 or 5 hr . at 70 gpm., 
and the water level was lowered about 35 ft. Later 
tests of longer pumping periods indicated a maxi-
mum yield of about 50 gpm. and a pumping water 
level of 140 ft. below the pump base . 
The best producing well in the group was the 
second well. In Aug. 1926, when pumping by a i r -
lift pipe set at a depth of 150 ft., the average pro-
duction was 280 gpm., discharged into the r e s e r -
voir. 
Well No. 4 was equipped with a plunger pump 
having a cylinder setting of 150 ft., and when tested 
on Aug. 5, 1926, it discharged 50 gpm. into the 
distribution system. 
All wells at the old Cook Ave. Station were 
abandoned as sources of supply by 1936. 
LIBERTYVILLE 
Lake County 
Jan. 23, 1947 
The fifth well (now known as the Second St. 
well) in the water supply system was drilled by 
Wm. Cater in 1928 - 1929. It is located on the 
west side of Second St. about 200 ft. south of North 
Ave. (or approximately 1400 ft. N. and 1100 ft. W. 
of the S. E. corner of Section 16, T. 44 N., R. 11 
E.). The elevation of the ground surface is 680t 
ft. 
The construction of this well was planned as a 
gravel packed well with 24-in. outer casing and 
16-in. inner casing and a 16-in. screen. It was 
first drilled to a depth of 180 ft. and later ex-
tended to a depth of 251 ft. The depth of limestone 
was reported to be 187 ft. but no screen was r e -
ported installed in the drift above the rock. 
A 5-hr. production test was made by the State 
Water Survey on Oct. 3, 1935. Pumping was 
started at a rate of 500 gpm. and decreased to a 
rate of 442 gpm. at which ra te , the drawdown was 
129 ft. from a non-pumping water level of 1 ft. 
above the top of the pump base. 
The existing pump installation, made in the 
latter part of 1944, consists of 200 ft. of 6-in. od. 
column pipe; 8-in., 12-stage Pomona turbine 
pump rated at 300 gpm. against 230 ft. of head; 
200 ft. of air line;25-hp. General Electric motor. 
On July 1, 1943, the water level was still about 
ground level; and when pumped at 450, gpm., the 
drawdown was 196ft. A water level of 100 ft. be -
low the pump base was reported on Oct. 19, 1945 
after 8-hr. pumping at 300 gpm. 
Analysis of a sample (Lab. No. 104,556) col-
lected Oct. 19, 1945 after 8-hr. pumping at 300 
gpm., showed the water from this well to have a 
hardness of 16.9 gr. per gal., a mineral content 
of 531 ppm., and an iron content of 0.3 ppm. 
This well is now the principal producing unit 
in the public water supply. 
A sixth well (now known as the Garfield Ave. 
well) was constructed in 1935 by the Kelly Well 
Co. of Grand Island, Nebraska, in the southwestern 
part of the village about 65 ft. east of Garfield 
Ave. and 200 ft. south of Lincoln Ave. (or approxi-
mately 1700 ft. S. and 1000 ft. E. of the N. W. co r -
ner of Section 21). The elevation of the ground 
surface at this location is 690± ft. 
The well is 83 ft. deep and has a concrete cas -
ingthrough clay from the surface to a depth of 53 
ft., and 30 ft. of concrete screen through sand and 
gravel at the bottom. 
2 - Libertyville 
Analysis of a sample (Lab. No. 83,847) col-
lected July 11, 1938 showed the water to have a 
hardness of 20.4 gr. per gal., a residue of 494 
ppm., and an iron content of 0.4 ppm. 
The existing pump installation consists of 50 
ft. of 7-in. od. column pipe; 10-in., 6-stage Po-
mona turbine pump rated at 400 gpm. against 188 
ft. of head; the length of the pump is 51 in.; 20 ft. 
of 7-in. suction pipe; 30-hp. General Electric 
motor. 
In June 1943, the water level was reported to 
be 28 ft. below the pump base and the drawdown 
14 ft. after 8-hr. pumping at 380 gpm. 
This well supplied 35% of the water supply 
for the period from Jan. 1, 1946 to Aug. 21, 1946. 
Well No. 7 was completed to a depth of 287 
ft. in Jan. 1947 by Henry Boysen, J r . , Liberty-
ville, and located hear the intersection of Appley 
Ave. and F i r s t St., extended, (or approximately 
2500 ft. S. and 1150 ft. W. of the N. E. corner of 
Section 16). The ground elevation at the site is 
675± ft. 
Pr ior to drilling the permanent well, a 6-in. 
test well No. 46-1 was drilled to a depth of 286 
ft. and located about 10 ft. south from the perma-
nent well. The driller reported that the test well 
yielded about 200 gpm. with a drawdown of 11 ft. 
from a static level of 20 ft. 
The permanent well was cased with 12-in. id. 
pipe from 1.2 ft. above to 172 ft. below ground 
level. Below the casing, the hole was finished 12 
in. in diameter. A production tes t was made on 
Jan. 17-18, 1948 using State Water Survey cal i-
brated measuring equipment. For the tes t , the 
temporary pumping equipment included a gasoline 
engine-driven turbine pump set at 160 ft. Water 
level observations were made, during the test of 
Well No. 7, in the Second St. well (No. 5) located 
1400 ft. south of Well No. 7. Observations were 
also made in the test well, 10 ft. distant. Before 
the test the water level was 15 ft. below the top of 
the casing and after 24-hr. pumping at 495 gpm. 
the drawdown was 82 ft. Equilibrium conditions 
were not attained but were close enough to ap-
proximate the well character is t ics . The rate of 
production was limited by the available power. 
Correlated dr i l le r ' s log of Test-hole No. 46-1 
furnished by State Geological Survey: 
Analysis of a sample (Lab. No. 108,977) col-
lected Jan. 18, 1947 after 24-hr. pumping at 500 
gpm. showed this water to have a hardness of 20.7 
gr. per gal., a residue of 706 ppm., and an iron 
content of 0.2 ppm. 
All water has been chlorinated since 1940. 
The average metered pumpage for the pub-
lic supply for the period from Jan. 1, 1943 to 
July 1, 1943 was 214,240 gpd., and for the period 
from Jan. 1, 1946 to Aug. 21, 1946, it was 300,180 
gpd. This increase of about 40% is attributed to 
the residential and industrial growth of the vi l-
lage. 
LABORATORY NO. 104,556 
Libe r tyv i l l e - 3 
LABORATORY NO. 83,847 
Illinois State Water Survey - Bulletin No. 40 
A community water supply system was first 
installed under private ownership in 1942 to 
serve a residential development later known as 
the Lidice Real Estate Development Co. The 
area includes a re subdivision of Stern Park Gar -
den lying north of Theodore Ave., Joliet, and 
about 1/3 mile west of Broadway and new develop-
ments west of Kelley Ave. 
The initial water supply was obtained from a 
well drilled to a depth of 204 ft. by Joe Kramer, 
Joliet, in 1942. It is located about 18 ft. north of 
Ludwig Ave. and 40 ft. west of Kelley Ave. (or ap-
proximately 1315 ft. N. and 217 ft. E. of the S. W. 
corner of Section 33, T. 36 N., R 10 E.). The 
elevation of the pump base is 629.37 ft. 
It is reported to be cased to a depth of 50 ft. 
with 6-in. pipe terminating in a limestone forma-
tion. 
The well was equipped with a Wintroath turbine 
pump, SerialNo. 13786, and a 15-hp.U. S. electric 
motor, Serial No. 261955. 
No authentic data are available on the original 
productive capacity of the well. An hour 's p ro -
duction test , run on Aug. 29, 1944, indicated a sus -
tained yield of 15 gpm. On Nov. 24, 1943 a non-
pumping water level of 40 ft. below the pump 
base was reported after an idle period of 30 min. 
The capacity of the well proved inadequate to 
meet the demands of the original group of 125 
homes constructed in 1942. One hundred addi-
tional homes were under construction in May 
1944. To meet this demand, a second well was 
drilled by the Felt is Well Co., Joliet, and com-
pleted in Oct. 1944. 
Well No. 2 is located about 17 ft. west of the 
old well. The elevation of the pump base is 629.56 
ft. The well was reported to be drilled to a depth 
of 1060 ft. but measured 1023.75 ft. on Aug. 28, 
1944. It was cased with 10-in. pipe from the su r -
face to rock at a depth of 65 ft., below which the 
hole was 10 in. in diameter to a depth of 386 ft. 
where it was reduced to 8 in. in diameter. An 8-
in. diameter casing was placed from the surface to 
a depth of 386.5 ft., and the annular space between 
the casings was filled with cement grout. 
A production test was conducted on Oct. 4, 
1944 by the State Water Survey. After 8-hr. 
pumping at 53 gpm. against a pressure of 25 lb. , 
the drawdown was 116 ft. below a water level of 
395 ft. below the pump base . Analysis of a sample 
(Lab. No. 101,476) collected after 7 1/2-hr. 
LIDICE 
Will County 
Nov. 4, 1946 
pumping showed this water to have a hardness of 
6.5 gr. per gal., a residue of 600 ppm., and an 
iron content of 2.3 ppm. 
The following pump installation, made in Oct. 
1944, is still in service: 520 ft. of 4-in. column 
pipe; 7-in., 25-stage Peer less turbine pump, No. 
21427, having a rated capacity of 100 gpm.; the 
overall length of the pump is 13 ft.; 520 ft. of air 
line; 25-hp. U. S. electric motor. 
Observations of water levels were made on 
Nov. 20, 1944 over a 7-hr. pumping period. Be-
fore the pump was started, the distance to water 
below the pump base was 406 1/2 ft. After 3 1/2-
hr . pumping at an estimated rate of 50 gpm. 
against a discharge pressure of 45 lb., the draw-
down was 67 ft. which held constant for the r e -
maining period under the same operating condi-
tions. 
Another production test of 6 1/2-hr. duration 
was made on Jan. 8, 1945 to determine whether 
any changes had taken place in the well. The 
pump was throttled during most of the test to 
prevent over-pumpage of the well. Approximate 
equilibrium was reached after 4 1/2-hr. pumping 
at a final rate of 63 gpm., and the drawdown was 
94 1/2 ft. from a water level of 411 ft. below the 
pumpbase, or a specific capacity of 2/3 gpm. per 
ft. of drawdown. The tes t was continued with the 
pump throttled so that the discharge pressure was 
45 lb., or equivalent to the pressure required to 
pump into the elevated storage tank, decreasing 
the ra te of production to 3 7 gpm. and the draw-
down to 68 ft. During the final period of the test , 
the pump was operated against zero discharge 
pressure and began to break suction after 1 h r . 
at a final rate of 85 gpm. 
On Mar. 21, 1945 the following water levels 
below the pump base were reported: non-pumping 
level of 415 ft. after an idle period of 16 hr .and a 
pumping level of 472 ft. after 1 hr . of operating. 
On Oct. 19 - 20, 1945 when a production tes t 
was being conducted by the State Water Survey 
in Well No. 3, an additional drawdown of 1 1/2 ft. 
was observed in Well No. 2. 
A third well, called No. 3, was drilled in Oct. 
1945 by the J. P. Miller Artesian Well Co., 
Brookfield, to a depth of 1652 ft. It is located at 
the northeast corner of Theodore and Raynor Ave. 
(about 120 ft. N. and 55 ft. W. of the S. E. corner 
of Section 32). The elevation of the top of the 
casing is 658.52 ft. 
2 - Lidice 
The hole and casing record is shown in Table 
1. 
TABLE 1 
Hole Record 
10-in. from 432 to 975 ft. 
8-in. from 975 to 1652 ft. 
Casing Record 
18-in. od. from surface to 112 ft. 
10-in. id. from surface to 432 ft. 
8-in. id. liner from 810 to 975 ft. 
The annular space between casings from the 
top to 432 ft. was filled with cement grout. 
The following pump installation is in service: 
500 ft. of 4-in. column pipe; 7-in., 26-stage P e e r -
less turbine pump, No. 31812, rated at a capacity 
of 100 gpm. against 566 ft. of head; the overall 
length of the pump is 13 ft. 4 5/8 in.; 30 ft. of 4-
in. suction pipe; 500 ft. of air line; 25-hp. U. S. 
electric motor, Serial No. 369541. 
A production test was made by the State Wa-
ter Survey on Oct. 19 - 20, 1945. Approximate 
equilibrium was reached after 12 h r . of pumping 
at a final rate of 109 gpm. against a discharge 
pressure of 5 lb. The drawdown was 20 ft. be -
low a water level of 440 ft. below the pump base, 
or a specific capacity of 5.45 gpm. per ft. of 
drawdown. 
Analysis of a sample (Lab. No. 104564) col-
lected on Oct. 20, 1945 after 12-hr. pumping at 
a rate of 109 gpm., showed this water to have a 
hardness of 13.6 gr. per gal., a residue of 413 
ppm., and an iron content of 0.9 ppm. The gen-
era l character appears to be typical for waters 
from this depth in this vicinity. The iron content 
is somewhat high. 
The status of these wells on Oct. 28, 1946 was 
as follows: Well No. 1 has been rare ly used since 
Well No. 3 was placed in service; Well No. 2 is 
used only occasionally to keep the equipment in 
operating condition for emergency purposes; Well 
No. 3 is the principal producing unit supplying 
about 225 separate dwelling units. The estimated 
average pumpage is 50,000 gpd. The water is 
chlorinated at the pump house. 
LABORATORY NO. 104,564 
Lidice - 3 
Sample-study and dr i l le r ' s log of Well No. 3 furnished by the State Geological Survey: 
I l l inois State Water Survey - Bul le t in No. 40 
A public wa te r supply for the ci ty of L inco ln 
(12,752) was in s t a l l ed in 1884. 
Water was f i r s t obtained f r o m a l a rge dug wel l 
in the g r ave l depos i t s of Salt C r e e k , south of the 
c i ty . The wel l supply b e c a m e inadequate and a d i -
r e c t intake from. Sal t C r e e k was ins ta l l ed which 
was the p r i n c i p a l s o u r c e of supply for s e v e r a l 
y e a r s . After s e v e r a l y e a r s , a n a t t emp t was m a d e 
to i n c r e a s e the ground wa te r supply by c o n s t r u c t -
ing ano ther shal low wel l n e a r the f i r s t wel l . The 
we l l s w e r e too c lose and the second wel l , being 
too shal low in depth, did not provide any c o n -
s ide rab l e amount of wa te r in addit ion to that o b -
ta ined f r o m the f i r s t we l l . Then followed a t t e m p t s 
to obta in addi t ional w a t e r f r o m tubula r we l l s and 
f r o m t i le co l lec t ing d r a i n s . 
In 1902 the wa te r w o r k s w e r e taken over by 
the Lincoln Water and Light Co . , now the C e n t r a l 
I l l ino is E l e c t r i c and G a s C o . Effor ts w e r e made 
i m m e d i a t e l y , by the new o w n e r s , to obtain an 
adequa te ground w a t e r supply and make i t u n -
n e c e s s a r y to u s e potent ia l ly pol luted c r e e k wate r 
a t any t i m e . 
In 1911, a 12-ft . d i a m e t e r wel l was dug to a 
depth of 22 ft. and loca ted 60 ft. e a s t of Walt 
C r e e k and 300 ft. south of the I l l inois T r a c t i o n 
R. R. b r i d g e . Th i s wel l i s in s e r v i c e as a c o l -
lec t ion wel l and is equipped with a Pomona t u r -
b ine pump , having a r a t e d capac i ty of 1000 gpm. 
aga ins t 85 ft. of head . P o w e r is furnished by a 
30 -hp . e l e c t r i c m o t o r . 
In 1911 an inf i l t ra t ion g a l l e r y with a line of 
30 - in . co l l ec t ion t i le was c o n s t r u c t e d on the w e s t 
bank of Salt C r e e k , opposi te the w e l l s . The i n t e r i -
or d i m e n s i o n s of the g a l l e r y w e r e 12 ft. wide by 
92 ft. long by 12 ft. d eep . The ga l l e ry is in s e r v -
i c e . Wate r flows by g rav i ty to the 12-ft. c o l -
lec t ion we l l , which is 200 ft. e a s t of the cen te r of 
the g a l l e r y . 
In 1925, w a t e r was obtained f r o m t h r e e dug 
wel l s and the in f i l t ra t ion g a l l e r y . The l a r g e s t 
dug wel l was 26 ft. in d i a m e t e r and 16 ft. deep , 
with sand poin ts d r i v e n to a depth of 11 ft. below 
the dug po r t i on of the wel l and o the r tubes d r i v e n 
ho r i zon ta l l y out f rom t h r e e feet above the bo t t om 
of the dug po r t i on . 
T h i s wel l i s in s e r v i c e . Water flows by g rav i ty 
to the 12-ft . co l lec t ion w e l l . The c e n t e r of the wel l 
is 60 ft. south of the 12-ft. wel l (or a p p r o x i m a t e l y 
2600 ft. N. and 120 ft. E. of the S. W. c o r n e r of S e c -
t ion 1, T. 19 N. , R. 3 W.). The e leva t ion of the 
ground sur face is 548± ft., about seven feet above 
LINCOLN 
Logan County 
Sept. 29, 1948 
n o r m a l w a t e r l eve l in Salt C r e e k . 
A 14 by 46-f t . r e c t a n g u l a r wel l which was 60 ft. 
south of, and connected to , the 26-ft . wel l , h a s been 
abandoned. 
The we l l s and the in f i l t r a t ion ga l l e ry a r e c o n -
nected to a 14- in . suct ion line leading to the p u m p -
ing s ta t ion , about 2000 ft. n o r t h e a s t of the w e l l s . 
The p r e s e n t combined yield f rom the old wel l s and 
the in f i l t ra t ion g a l l e r y is e s t i m a t e d to be 1.25 mgd . 
Well No. 1 was cons t ruc t ed to a depth of 46 ft. 
in 1932 and located 2380 ft. N. and 400 ft. W. of the 
S . E . c o r n e r of Sect ion 2. A w a t e r - b e a r i n g g rave l 
was found be tween depths of 6 and 46 ft. A 12-ft . 
od. (10-ft. id.) s c r e e n , made of b o i l e r - p l a t e , and 
p e r f o r a t e d with two- inch round h o l e s , was se t 
f rom 36 to 46 ft. W a t e r - b e a r i n g g r a v e l was e n -
coun te red at 5 to 6 ft. below ground level and 
continued to the bo t tom. G r a v e l and sand w e r e 
excavated f rom within the s c r e e n as the s t r u c t u r e 
was lowered and anchored on top of a r e in fo rced 
c o n c r e t e shoe . B o u l d e r s and s lab rock w e r e e x -
cava ted f r o m the bo t tom of the h o l e . As the 
s c r e e n was lowered , a c y l i n d r i c a l conc re t e c a s -
ing, 10 ft. id . , was c o n s t r u c t e d above the s c r e e n . 
When c o m p l e t e d , the top of the cas ing was about 
15 ft. above ground leve l . The ins ide face of the 
b o i l e r - p l a t e w a s cove red by 1 /4 - in . ga lvanized 
w i r e s c r e e n . Hoops of 1 /2- in . m e t a l , spaced 
about . 1/2 in . a p a r t , w e r e anchored to re in forced 
c o n c r e t e c o l u m n s , c o n s t r u c t e d a t each of the 
sp l iced jo in t s on the b o i l e r - p l a t e . The space b e -
tween the hoops and s c r e e n , about one foot, was 
fi l led with se lec ted g r a v e l . 
The s t a t i c wa te r l eve l , when the wel l was 
comple t ed , was e igh t feet be low ground l eve l . 
Dur ing a product ion t e s t , with a s ix - inch c e n t r i -
fugal pump powered by a t r a c t i o n eng ine , the to ta l 
d i s c h a r g e was 1 1/4mg in 24 h r . w i t h a d rawdown 
of five to six feet . 
The pumping equ ipmen t c o n s i s t s of a 6- in . , 3-
s tage Worthington tu rb ine p u m p , d i s cha rg ing about 
520 gpm. aga ins t a head of 85 ft. The pump b a s e is 
about 12 ft. above ground l e v e l . Power is furnished 
by a 25-hp . U. S. e l e c t r i c m o t o r . 
Well No. 1 is in daily s e r v i c e and suppl ies about 
3 /4 mgd. 
Well No. 2 was comple ted in 1942 by the owner , 
under the supe rv i s ion of B. P. Hollock, to a depth 
of about 50 ft. and located 100 ft. south and 375 
ft. e a s t of Well No. 1. 
2 - Lincoln 
Correlated dr i l ler ' s log of Well No. 2 furnished 
by the State Geological Survey: 
The construction of the well was similar to 
that of Well No. 1, except that two 10-ft. sections 
of 12-ft. od. boiler-plate screens were placed in 
the bottom and the gravel-pack is held by 7/8-in. 
diameter rods placed one foot from the inside 
face of the boiler plate. 
The pumping equipment consists of a 10-in., 
3-stage Worthington turbine pump, rated at 1000 
gpm. against 85 ft. of head; 60-hp. General Elec-
tric motor. The pump base is about 12 ft. above 
ground level. 
The well is in daily service and supplies about 
1 1/2 mgd. 
Analysis of a sample (Lab. No. 118,252) from 
a composite of 3 wells and the infiltration gal-
lery, collected May 18, 1949 showed this water to 
have a hardness of 18.2 gr. per gal., a mineral 
content of 323 ppm., and an iron content of 1.0 
ppm. 
All water is chlorinated at the main pumping 
station. 
Well No. 3 was completed to> a depth of 49 ft. 
3 in., in 1946, by the owner under the supervi-
sion of H. B. Whitcomb and located 275 ft. south 
and 75 ft. east of Well No. 2 (or approximately 
2000 ft. N. and 50 ft. E. of the S. W. corner of 
Section 1). Fine sand was encountered from the 
surface to a depth of 15 ft., gradually grading to 
coarse sand at the bottom, where blue clay was 
found. 
The construction of the well is identical to 
Well No. 2. When completed, the water level was 
8 ft. below ground level. The pump equipment, 
installed on Mar. 1, 1947, consists of 49 ft. of 8-
in. column pipe; 8-in., 3-stage Worthington tur -
bine pump rated at 695 gpm. against 85 ft. of 
head; 40-hp. General Electric motor. 
Well No. 3 is in daily service for periods of 
16 to 18 hr . at an estimated maximum production 
of 1 1/2 mgd. 
For the year ending Dec. 31 , 1947 the metered 
consumption averaged 1.79 mgd. of which about 
68% was industrial and commercial and 32% was 
residential consumption. 
In Feb., 1945, a special investigation was made 
by the State Water Survey to determine the amount 
of available storage in the sand and gravel deposits 
under the property of the Lincoln Water Works. 
Under conditions of normal precipitation, it 
was concluded that 1.85 mgd. could be withdrawn 
from the property without a perceptible lowering 
of the ground water level. Due to the fact that 
the demand, at some t imes , is in excess of the 
estimated available supply, and the city is de-
finitely increasing in size to the north, more than 
two miles from the water works, an effort is b e -
ing made to locate a supplemental source of sup-
ply, north of the city. 
LABORATORY NO. 118,252 
Illinois State Water Survey - Bulletin No. 40 
The village of Lisle, unincorporated, (1500) 
has no public-owned water supply. The A. T. 
Mcintosh Co. constructed a water supply system 
to serve 4 subdivisions. This system has been 
leased and is operated by the Suburban Water Co. 
Water is obtained from a well drilled in 1926 
to a depth of 231 ft. and located about 135 ft. south 
of Railroad Ave. and 400 ft. west of Joliet Road 
(approximately 950 ft. S. and 1100 ft. W. of the 
N. E. corner of Section 10, T. 38 N., R. 10 E.). 
The elevation of the ground surface is 673± ft. 
The well was cased with 12-in. wi. pipe from 
4 ft. below surface to a seat in the limestone at a 
depth of 44 ft. below which it was finished as a 
12-in. hole through limestone and shale, pene-
trating a few feet of the second limestone. A 10-
in. wi. liner 43 ft. 7 in. long was set on the bot-
tom of the hole to case off the shale. 
When completed the standing water level was 
10 ft. below the surface. The well was tested by 
suction lift and produced 500 to 600 gpm. 
The existing pump installation, made in 1927, 
i s : 24 ft. of 8-in. wi. column pipe; 12-in., 2-
stage American Well Works turbine pump, No. 
49436, having a rated capacity of 400 gpm. against 
30 ft. of head at 1150 rpm.; the overall length of 
the pump is 3 ft.; 10-hp. General Electric motor. 
An airline of unknown length is in place which 
indicated an altitude of 12 ft. after 11 hr . of pump-
ing on June 6, 1947. The top of the air line is 1 
ft. above the casing. 
Analysis of a sample (Lab. No. 110,556) col-
lected June 6, 1947 after 9-hr. pumping at 400 
gpm. showed this water to have a hardness of 
34.8 gr. per gal., a residue of 779 p p m , and an 
iron content of 0.1 ppm. 
LISLE 
Du Page County 
June 20, 1947 
All water is chlorinated. 
In June, 1947, the estimated average pumpage 
was 48,000 gpd. 
A second water supply serving 15 homes is 
owned, and operated by Mrs. J. L. Riedy. Water 
is obtained from a well drilled in 1923 to a depth 
of 115 ft. by Joe E. Holder, Naperville, and lo-
cated about 524 ft. east of Joliet Road and 844 ft. 
south of the Chicago, Burlington & Quincy Rail-; 
road (approximately 1700 ft. S. and 75 ft. W. of the 
N. E. corner of Section 10). The elevation of the 
ground surface is 695± ft. 
The well was cased with 6-in. pipe to rock at 
a depth of 90 ft. below which it was finished a 6-
in. hole to the bottom. The static water level in 
1934 was reported to be 45 ft. below the surface. 
The existing pump installation made in 1943 
is : a Myers jet pump rated at a capacity of about 
25 gpm. set at a depth of 90 ft. and powered by a 
1 1/2-hp. electric motor. 
Another well serving as an auxiliary supply 
unit is connected to the distribution system. It is 
owned by Mr. J. L. Riedy and is located about 200 
ft. N. and 625 ft. W. of Mrs . J. L. Riedy's well. 
The well was drilled to a depth of 85 ft. by Joe E. 
Holder in 1923 and cased with 4-in. pipe to rock 
at a depth of 60 ft. 
On June 23, 1938, the static water level was 
20 ft. below a ground surface elevation of 675± ft. 
The pump installation consists of a Challenger 
plunger pump having a cylinder setting of 22 ft. 
and 10 ft. of suction pipe, and powered by a 1 1/2-
hp. electric motor. 
LABORATORY NO. 110,556 
I l l ino i s State Water Survey - Bul le t in No. 40 
A publ ic w a t e r supply was ins ta l l ed for the 
v i l lage of L i t t l e York (318) in the l a t t e r p a r t of 
1915. 
A we l l , now cal led the South we l l , was d r i l l e d 
to a depth of 326 ft. by W. Van Tuyl at a loca t ion 
260 ft. N. and 230 ft. E. of the S. W. c o r n e r of 
Sec t ion 2 i , T. 12 N . , R. 3 W. The ground e l e v a -
t ion is 626± ft. 
C o r r e l a t e d d r i l l e r ' s log of the South Wel l 
fu rn i shed by the State Geological Survey : 
The wel l was cased with 6 - in . b lack i r o n pipe 
f r o m the su r face to 326 ft. 
The wel l i s equipped with an A m e r i c a n Well 
Works d e e p - w e l l pump with a 3 1/4-in. by 24- in . 
working b a r r e l se t at 105 ft.; the pump h a s a 2 4 -
in . s t roke and o p e r a t e s a t 24 s t r o k e s p e r m i n . for 
9 h r . each day. P o w e r is furn ished by a 5 -hp . 
G e n e r a l E l e c t r i c m o t o r . 
The non-pumping w a t e r l eve l in 1915, when the 
wel l was f in ished , was 45 ft. be low the ground s u r -
L I T T L E YORK 
W a r r e n County 
Nov. 5, 1946 
face . I t w a s r e p o r t e d tha t about 1 0 - h r . t i m e was 
r e q u i r e d to pump 20,000 ga l . , and that the p u m p -
ing w a t e r l eve l was p robab ly lowered to the b o t -
t o m of the suc t ion p ipe . 
At the p r e s e n t t i m e , the v i l lage i s gett ing a l l 
of i t s w a t e r f rom the south wel l as the p u m p in 
the North wel l i s being r e p l a c e d with an a i r e j ec to r 
p u m p . 
Ana lys i s of a s a m p l e (Lab . No. 108,056), c o l -
lec ted Oct . 2 1 , 1946, showed the w a t e r in the 
South wel l to have a h a r d n e s s of 2 1 . 7 g r . p e r g a l . , 
a r e s i d u e of 580 p p m . , and an i r o n content of 3.1 
ppm. 
The Nor th Well was d r i l l e d in 1933 to a depth 
of 142 ft. and loca ted about 10 ft. n o r t h of the 
South Wel l . 
The wel l is c a s e d with 6- in . pipe f rom 0 to 
135 ft.; with 4 - i n . pipe f r o m 135 to 138 ft.; and a 
3 - in . s c r e e n f rom 138 to 142 ft. 
A C r o c k e r Whee le r p i s ton p u m p , No. 543, was 
se t at 90 ft. be low the top of the c a s i n g . The p i s ton 
was 3 1 /4- in . by 24- in . The pump i s being r e -
p laced with an a i r e j ec to r p u m p . Non-pumping 
w a t e r l eve l s in both w e l l s w e r e r e p o r t e d in 1938 
to be 48 ft. be low the ground s u r f a c e . 
Ana lys i s of a s a m p l e (Lab . No. 83974), c o l -
lec ted July 28 , 1938, showed the w a t e r in the Nor th 
Wel l to have a h a r d n e s s of 22.4 g r . p e r g a l . , a 
m i n e r a l content of 540 p p m . , and an i r o n content 
of 2.8 p p m . 
P u m p a g e i s e s t i m a t e d to be 4000 gpd. 
LABORATORY NO. 108,056 
Illinois State Water Survey - Bulletin No. 40 
The water works system at Lockport (3475) 
is owned and operated by the city and was installed 
in 1896. 
Water was first obtained from a well drilled to 
a depth of 1922 ft. by the J. P. Miller Artesian 
Well Co., Brookfield. The well was located on a 
site 70 ft. north of the center line of Tenth St. 
and 70 ft. east of the center line of Ames St. (or 
approximately 2620 ft. N. and 625 ft. E. of the 
S. W. corner of Section 23, T. 36 N., R. 10 E.). 
The elevation at the ground surface is 563± ft. 
This well was the source of the entire public wa-
ter supply until a second well was drilled in 1927. 
It was abandoned about 1928 and plugged in 1940. 
A log of the well, hole, and casing record, 
productive capacity, water levels, and mineral 
analyses of the water may be found in Bulletin 
No. 34. 
Well No. 2 was placed in service in Aug. 1927 
and was drilled by the J. P. Miller Artesian Well 
Co. to a depth of 1475 ft. It is located 180 ft. 
south of the center line of Ninth St. and 165 ft. west 
of the center line of State St. (or approximately 
2420 ft. N. and 1650 ft. E. of the S. W. corner of 
Section 23). The elevation of the pump base is 
589± ft. 
The d r i l l e r ' s record of hole and casing dia-
mete r s is given in Table 1. 
TABLE 1 
Hole Record 
25-in. from surface to 9 ft. 
19-in. from 9 to 364 ft. 10 in. 
15 1/4-in. fr om 364 ft. 10 in. 
to 406 ft. 3 in. 
12-in. from 406 ft. 3 in. to 
913 ft. 5 in. 
10-in. from 913 ft. 5 in. to 
1475 ft. 
Casing Record 
24-in. od. from surface to 9 ft. 
16-in. od. from surface to 364 ft. 10 in. 
12-in. from 351 ft. 3 in. to 406 ft. 
3 in. 
10-in. liner from 543 to 913 ft. 5 in. 
The annular space between the 12 and 16-in. 
casings was closed with a lead seal . 
On June 28, 1928, after a shut-down of 43 
LOCKPORT 
Will County 
Oct. 7, 1948 
days, the distance to water below the pump house 
floor was 205 ft. 5 in. 
In 1935 the non-pumping water level was r e -
ported at a depth of 207 ft., and the drawdown was 
90 ft. when pumping at a rate of 375 gpm. In 1940 
the distance to water was 220 ft. below the pump 
house floor when the pump was idle. By July 
1943 the production of the well had dropped to 
180 gpm. 
An electric log of the well was made by the 
Halliburton Co. on Nov. 24 and 26, 1943. The 
depth of the well was found to be 1453 ft., and the 
distance to water was 285 ft. 
The J. P. Miller Artesian Well Co. cleaned 
out the well to its original depth of 1475 ft. and 
deepened it to 1553 ft. After completion of this 
work, a production test was run on Feb. 7, 1944 
indicating a specific capacity of only 2 gpm. per 
ft. of drawdown. The well was then " s h o t " with 
5 charges of nitroglycerine placed 8 ft. apart 
with the first shot at the lower level of 1458 ft. 
The 10-in. liner originally placed between the 
depths of 843 and 913 ft. 5 in. was replaced in May 
1944. Also 2 ft. 8 in. of 16-in. casing was welded 
to the top of the old 16-in. casing to bring the e le -
vation of the top of the casing a few inches above 
the pump house floor. The 24-in. drift pipe was 
removed above the pump pit. 
A production test was conducted by the State 
Water Survey on July 15 and 16, 1944. The rate 
of pumping was varied from 250 gpm. at the s tar t 
to 455 gpm. for the last 4 hr . of the test . After 
22 hr . the total drawdown was 73 ft. from a non-
pumping water level of 3 16 ft. below the pump base , 
a specific capacity of about 6 gpm. per ft. of 
drawdown. Samples of water were collected 
throughout the test and temperatures varied from 
59.1 to 59.4° F. 
The existing pump installation, made in May 
1944, consists of 412 ft. of 8-in. column pipe; 12-
in., 15-stage Peer less turbine pump rated at a 
capacity of 350 gpm. against 485 ft. of head; the 
overall length of the pump is 9 ft. 7 in.; 30 ft. of 
8-in. suction pipe; 409 ft. of air line; 60-hp. U. S. 
electric motor. 
Following its rehabilitation, the well furnished 
the major portion of the public water supply but 
has shown a steady recession in i ts water levels. 
On Sept. 15, 1944 the water level was 317 ft. b e -
low the pump base after a shut-down of a week. 
During the summer of 1946 the pumping water 
2 - Lockport 
level could no longer be determined by the 409-ft. 
air, line; and on Oct. 13, 1946 a non-pumping wa-
ter level of 356 ft. was reported after 45 min. of 
idle period. 
For the period from Oct. 1 to Oct. 14, 1946 
the average metered pumpage was 189,000 gpd., 
and the pump operated about 8 hr . daily at a rate 
of about 400 gpm. 
Analysis of a sample (Lab. No. 107,963) col-
lected Oct. 15, 1946 after 2 1/2-hr. pumping at 
400 gpm., showed this water to have a hardness 
of 15.4 gr. per gal., a residue of 525 ppm., and an 
iron content of 0.1 ppm. 
All water for the public supply has been chlo-
rinated since 1927. The chlorine residual at the 
pump house on Oct. 15, 1946 was 1.0 ppm. 
Well No. 3 was drilled to a depth of 1571 ft. by 
S. B. Geiger & Co., Chicago, and completed in July 
1940. It is located at the intersection of 14th and 
Division St. (or approximately 100 ft. N. and 2490 
ft. E. of the S. W. corner of Section 23). The 
elevation of the top of the casing is 661.5± ft. 
The hole and casing record(Table 2) was fur-
nished by the dri l ler . 
TABLE 2 
Hole Record 
13-in. from surface to 1290 ft. 
8-in. from 1290 to 1571 ft. 
Casing Record 
14-in. od. from surface to 442 ft. 
10-in. liner from 1111 to 1290 ft. 
8-in. liner from 1281 to 136'1 ft. 
The 14-in. casing was cement grouted for 
about 27 to 30 ft. at the bottom and annular space 
above it was filled to the surface with clay from 
drillings. 
A production test was made after the comple-
tion of the well. When pumping at a rate of 340 
gpm., the drawdown was 127 ft. below a water 
level of 322 ft. below the pump base, and a draw-
down of 177 ft. at the end of 24 hr . when pumping 
at 450 gpm. 
The following pump installation was in se rv -
ice on Oct. 14, 1946: 500 ft. of 7-in. column pipe; 
10-in., 14-stage Peer less turbine pump rated at 
a capacity of 325 gpm. against 560 ft. of head; the 
overall length of the pump is 9 ft.; 500 ft. of air 
line; 20 ft. of 6-in. suction pipe; 75-hp. U. S. e lec-
t r ic motor. 
This well has been in active service since Jan. 
1941 and also shows a steady recession in its wa-
ter levels. During and since the summer of 1946, 
its pumping water level can no longer be deter-
mined by the 500 ft. air line. In Sept. 1946 an 
average non-pumping water level of 430 ft. was 
reported. 
For the period from Oct. 1 to Oct. 14, 1946, 
the average metered pumpage was 161,200 gpd., 
and the pump was operated about 8 hr . daily at a 
rate of 340 gpm. 
Analysis of a sample (Lab. No. 107,964) col-
lected on Oct. 14, 1946 showed this water to have 
a hardness of 13.6 gr . per gal., a residue of 463 
ppm., and an iron content of 0.1 ppm. 
The quality is typical for waters f romthe St. 
Peter and Galesville sandstone in this vicinity. 
All water pumped for the public supply is 
chlorinated. 
Total pumpage is estimatedto average 350,000 
gpd. 
Lockpor t - 3 
S a m p l e - s t u d y log of Wel l No. 3 furnished by the State Geological Survey : 
LABORATORY NO. 107,963 
LABORATORY NO. 107,964 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed in 1940 
by the village of Loda (507). 
An electrical earth resistivity survey was 
made by the State Geological Survey in June 1940. 
As a resul t a well was drilled to a depth of 156 
ft. by Hayes and Sims, Champaign, and located on 
the west side of Poplar St. south of South F i r s t 
St. (or approximately 190 ft. S. and 2520 ft. W. of 
the N.E . corner of Section 28, T. 24 N., R. 10 E.). 
The ground surface elevation is 780± ft. 
Correlated dr i l le r ' s log of well drilled in 1940 
furnished by the State Geological Survey: 
The well was cased with 8-in. pipe from 2 ft. 5 
in. above to 144 ft. below ground level and with 
14 ft. 10 1/2 in. of 8-in. Johnson silicon red brass 
screen, with the bottom of the screen set at 156 
ft. below ground level. The screen had No. 20 
slot openings. 
LODA 
Iroquois County 
Nov. 18, 1948 
The dril ler reported that on Sept. 4, 1940 wa-
ter was pumped for 6 h r . at a rate of 168 gpm. with 
a drawdown of 10 ft. from a static water level of 
99 ft. from the top of the casing. 
A production test was made by the State Water 
Survey on Sept. 5, 1940. After 2-hr. pumping at 
160 gpm. the drawdown was 10 ft. and after an 
additional 1-hr. pumping at 120 gpm. the draw-
down was 8 ft. After stopping the pump, recovery 
to normal static water level occurred in 5 min. 
The present pumping equipment, installed in 
July 1948, consists of 120 ft. of 4-in. column pipe; 
8-in. Aurora Pump Co. turbine pump, No. 39806 
rated at 112 gpm. against 220 ft. of head; 10 ft. of 
4-in. suction pipe; 15-hp. U. S. electric motor. 
Analysis of a sample (Lab. No. 116,415) col-
lected Nov. 8, 1948 after 45-minutes pumping, 
showed this water to have a hardness of 35.2 gr. 
per gal., a residue of 891 ppm., and an iron con-
tent of 1.6 ppm. 
The municipality owns a water treatment plant 
for softening and iron removal. The plant has been 
out of service for more than one year. 
Pumpage is estimated to average 23,700 gpd. 
LABORATORY NO. 116,415 
Illinois State Water Survey - Bulletin No. 40 
Thirty homes obtain a water supply from a 
well leased and operated by the Log Cabin Arbor 
Association. The well is located east of Route 5, 
Cherry Valley Road, on Lot 88 of the. F i r s t Sub-
division (approximately 630 ft. S. and 2090 ft. W. 
of the N. E. corner of Section 32, T. 44 N., R. 2 
E.). The elevation of the pump base is 860± ft. 
The well was drilled in Nov. 1926 to a depth 
of 388 ft. by Tom James, Ogle County. It is r e -
ported cased to rock with 8-in. pipe below which 
the hole is 8 in. in diameter to the bottom. At a 
depth of about 60 ft., the dri l ler encountered a 
large cavity in the rock formation in which the 
dril l bit dropped 6 ft. The well was reported to 
have penetrated sandstone and had a standing wa-
ter level of 60 ft. below the top of casing when 
completed. 
LOG CABIN ARBOR 
Winnebago County 
Nov. 1, 1947 
The existing pump installation is : 150 ft. of 
5-in. od. column pipe; 6-in., 23-stage Fairbanks-
Morse turbine pump, Serial No. 9185, having a 
rated capacity of 100 gpm., against 290 ft. of head; 
20 ft. of 5-in. od. suction pipe; 150 ft. of air line; 
15-hp. Fairbanks-Morse electric motor. 
On Oct. 29, 1947 the water level was 100 ft. 
below the pump base after 1-hr. idle period and 
after 5-min. pumping at 100 gpm. the drawdown 
was 20 ft. 
Analysis of a sample (Lab. No. 112,386) col-
lected after 5-min. pumping at 100 gpm., showed 
this water to have a hardness of 21.7 gr. per gal., 
a residue of 386 ppm., and an iron content of 0.1 
ppm. 
Pumpage is estimated 7500 gpd. 
LABORATORY NO. 112,386 
I l l inois State Water Survey - Bul le t in No. 40 
A public w a t e r supply was ins t a l l ed by the 
vi l lage of L o m b a r d (7075) about 1907. 
The in i t i a l supply was obtained f r o m a wel l 
d r i l l e d to a depth of 84 ft. be low the ground s u r -
face and loca ted about 110 ft. nor th of St. C h a r l e s 
Road and 210 ft. e a s t of Main St. ( app rox ima te ly 
300 ft. S. and 700 ft. E. of the N. W. c o r n e r of 
Sect ion 8, T. 39 N . , R. 11 E . ) . The top of the 
ex is t ing wel l is located in a pi t about 6 ft. below 
the ground sur face and h a s an e leva t ion of 692t ft. 
The wel l i s r e p o r t e d to be c a s e d with 8- in . pipe 
to r o c k and is 8 in . in d i a m e t e r in the rock . 
A t e s t m a d e after the comple t ion of the wel l 
r e p o r t e d a p roduc t ion of 800 g p m . with a d r a w -
down of 2 ft. f rom a non-pumping wa te r l eve l of 
3 ft. be low the top of the we l l . 
On May 24, 1939 when pumping at a r a t e of 
465 gpm. the drawdown was 21 ft. f rom a n o n -
pumping wa te r l eve l of 10 ft. below the pump b a s e . 
On Nov. 4, 1943, after the pump had been out of 
the wel l 5 d a y s , the d i s t ance to wa te r be low the 
pump base was 10 ft. 
The. pump ins t a l l a t ion i s : 60 ft. of 5- in . c o l -
u m n pipe; 8- in . , 5 - s t age A m e r i c a n Well Works 
tu rb ine pump, Shop No. 64519, having a r a t e d c a -
pac i ty of 400 gpm. aga ins t 90 ft. of head; 10 ft. of 
5- in . suc t ion p ipe; 15-hp. U. S . e l e c t r i c m o t o r . 
A n a l y s i s of a s amp le (Lab . No. 110,413) c o l -
l ec ted May 23 , 1947 af ter 2 0 - m i n . pumping at 465 
gpm. showed t h i s wa te r to have a h a r d n e s s of 29.2 
g r . pe r ga l . , a r e s i d u e of 587 p p m . , and an i r o n 
content of 2.1 p p m . 
Th i s wel l s e r v e s as an aux i l i a ry supply uni t 
and i s in o p e r a t i o n e v e r y n ight . 
Well No. 2 was d r i l l ed in 1926 and loca ted about 
75 ft. n o r t h of the o r ig ina l wel l in a pit about 3 ft. 
below the ground s u r f a c e . The e leva t ion a t the top 
of the exis t ing cas ing is 694.8 ft. 
This wel l was f inished at a depth of 2028 ft. by 
the G r a y Well Dr i l l ing Co . , C h i c a g o . 
A r e c o r d of hole d i a m e t e r s , c a s ing and l iner 
is given in Tab le 1. 
When dr i l l ing had r e a c h e d a depth of 1375 ft. 
the w a t e r stood at 196 ft. be low the ground s u r -
face . After comple t ion of the we l l , the wa te r w a s 
136 ft. below the ground su r f ace , and when pumping 
at 95 gpm. the drawdown was 52 ft. In 1939 the 
non-pumping wa te r l eve l was r e p o r t e d to be 240 
LOMBARD 
Du P a g e County 
M a r . 24, 1949 
ft. be low the top of the ca s ing . In July 1944, when 
the pump was out of the wel l for r e p a i r s and o v e r -
haul ing , a w a t e r l eve l r e c o r d e r was in s t a l l ed in 
the wel l for a pe r i od of about 3 w e e k s . During 
tha t t ime the w a t e r l eve l v a r i e d f r o m 287.7 to 
290 ft. be low the top of the c a s i n g . On Sept. 2 1 , 
1946, the non-pumping w a t e r l eve l was 301 ft. b e -
low the top of the cas ing af ter a 5 -day idle p e r i o d . 
On M a r . 3 , 1948, af ter 7 - h r . pumping a t 402 gpm. 
the drawdown w a s 56 ft. f rom a non-pumping w a t e r 
l eve l of 323.0 ft. Ten m i n u t e s af ter stopping the 
p u m p , the w a t e r l eve l was 330.5 ft. and 1 h r . l a t e r 
the w a t e r l eve l was 327.0 ft. On M a r . 14, 1949 
af ter the pump had been out s e v e r a l days for r e -
pa i r the w a t e r l eve l was 324.0 ft. and the wel l 
depth w a s m e a s u r e d to be 1594.0 ft. 
TABLE 1 
Hole D i a m e t e r R e c o r d 
19- in . f r o m 0 to 67 ft. 
17- in . f rom 67 to 264 ft. 
14- in . f rom 264 to 1100 ft. 
12- in . f r o m 1100 to 1175 ft. 
10- in . f r o m 1175 to 2000 ft. 
8 - in . f r o m 2000 to 2028 ft. 
Cas ing and L i n e r D i a m e t e r R e c o r d 
r. 
18- in . od. f r o m 0 to 67 ft. 
15- in . od. f rom 0 to 264 ft. 
12- in . od. f rom 245 to 500 ft. 
12- in . f r o m 1059 to 1100 ft. 
10- in . f r o m 1077 to 1175 ft. 
The ex is t ing pump i n s t a l l a t i o n , m a d e in Aug. 
1944, i s : 384 ft. of 8- in . co lumn pipe; 12- in . , 
15 - s t a g e A m e r i c a n Well Works tu rb ine pump , Shop 
No . 50154, having a r a t e d capac i ty of 500 gpm. 
aga in s t 400 ft. of head at 1150 r p m . ; 4 0 ft. of 8 - in . 
suc t ion p ipe ; 384 ft. of 1/4-in. a i r l ine ; 75 -hp . 
Wes t inghouse e l e c t r i c m o t o r . 
Ana lys i s of a s a m p l e (Lab . No. 110,414) c o l -
lec ted May 23 , 1947, af ter 8 - h r . pumping a t about 
525 g p m . showed th i s w a t e r to have a h a r d n e s s of 
13.1 g r . p e r g a l . , a r e s i d u e of 439 p p m . , and an 
i r o n conten t of 0.3 p p m . The qual i ty is l a r g e l y 
typ ica l of w a t e r s f r o m the G a l e s v i l l e s ands tone in 
t h i s v i c in i ty . 
A qua l i ty s o u r c e t e s t ( L a b o r a t o r y N o s . 
113,673 -113 ,680) on M a r c h 3, 1948 af ter a 5 0 - h r . 
idle pe r i od showed the p r e s e n c e of wa te r s f r o m 
the S i lu r i an s y s t e m , the Ga lena P l a t t e v i l l e d o l o -
m i t e and f r o m the Mt. S imon sands tone e n t e r i n g 
the wel l a t v a r i o u s t i m e s . See Table 2 . 
2 - Lombard 
The well is operated during the day time and 
contributes a little over 60% of the total supply. 
The water from both wells is aerated. From 
Aug. 1, 1943 to Aug. 1, 1945 metered pumpage 
averaged 598,500 gpd. and varied from a winter 
minimum average of 500,000 to a summer maxi-
mum average of 655,600 gpd. 
Well No. 3 was completed in June 1948 to a 
depth of 175 ft. and located about 850 ft. west of 
Well No. 1 (or approximately 350 ft. S. and 650 
ft. W.of the N. E. corner of Section 7). An 8-in. 
test hole had been drilled to a depth of 175 ft. at 
the site. The ground elevation is 693± ft. 
The permanent well was cased with 20-in. od. 
pipe from 2.0 ft. above to 62 ft. below the ground 
and with 18-in. od. pipe from 58 ft. to 73 ft. Be-
low the casing the hole was finished 17 in. in d i -
ameter . A production tes t was made on June 7, 
1948 using a temporary engine-driven 12-in. tu r -
bine pump attached to 120 ft. of 8-in. column pipe; 
Calibrated measuring equipment belonged to the 
State Water Survey. Before the tes t was started 
the water level in Well No. 3 was 9.0 ft. below the 
top of the casing. After 16-hr. pumping at 600 
gpm.,the drawdown was 80 ft. Seven hours after 
stopping the tes t , the water level was 10.0 ft. 
On Mar. 17, 4949 the water level was 15.0 ft. 
from the top of the pump base . Permanent pump-
ing equipment was not yet installed. 
Analysis of a sample (Lab. No. 114,953) col-
lected June 7, 1948 after 12-hr. pumping at 600 
gpm. showed this water to have a hardness of 26.6 
gr. per gal., a residue of 510 ppm., and an iron 
content of 1.3 ppm. 
LABORATORY NO. 110,413 
LABORATORY NO. 110,414 
Lombard - 3 
Sample-study log of Well No. 2 furnished by State Geological Survey: 
TABLE 2 
LABORATORY NO. 113,673 - 113,680 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the v i l -
lage of London Mills (579) in 1942. 
Pr ior to that time water for fire protection 
purposes had been obtained from Spoon River 
through the facilities of the Minneapolis & St. 
Louis R. R. 
In Oct., 1941, a well was completed by Hayes & 
Sims, Champaign, and located on the west side of 
town just south of the Minneapolis & St. Louis R.R. 
(or approximately 1750 ft. S. and 1000 ft. W. of the 
N. E. corner of Section 4, T. 8 N., R. 2 E.). The 
well was finished in sand and gravel at a depth 
of 22 ft. 8 in. below a ground surface elevation of 
535± ft. 
The well is of gravel-pack type with a 16-in. 
outer casing and 8-in. inner casing. The 8-in. 
blank casing extends from 3 ft. above the pump 
house floor to 18 ft. 3 in. below the surface and 
threaded to the bottom of the 8-in. casing is 6 ft. 7 
in. of Armco-iron screen with No. 65 slot open-
ings. The screen extends 4 ft. 5 in. below the 
bottom of the 16-in. casing. About 1 cu. yard of 
1/8-in. to 1/2-in. gravel was placed around the 
screen. 
LONDON MILLS 
Fulton County 
Jan. 26, 1948 
A production tes t was made by the State Wa-
ter Survey on Oct. 14, 1941. Permanent pumping 
equipment was not installed, and, for test pur -
poses, water was pumped by direct suction by the 
pump on the rotary dril l r ig . Before the test was 
started, the water level was 15 ft. below the top 
of the casing; and after pumping 5 hr . at 56 gpm., 
the drawdown was 3 ft. 4 in. After stopping the 
pump, the water level returned to 15 ft. 5 in. in 
30 min. 
The pumping equipment consists of: 20 ft. of 5-
in. column pipe; 6-in., 5-stage American Well 
Works L . C . turbine pump, No. 65486, rated at 70 
gpm. against a head of 40 ft. at 1750 rpm; overall 
length of pump about 4 ft.; unknown length air 
line; 3-hp., 1750-rpm. Century electric motor, 
No. 27035. 
Analysis of a sample (Lab. No. 113,287), col-
lected Jan. 26, 1948, after 25-min. pumping, 
showed the water from this well to have a hard-
ness of 17.1 gr. per gal . , a residue of 336 ppm., 
and a t race of iron. 
Pumpage is estimated to average 10,000 gpd. 
LABORATORY NO. 113,287 
Illinois State Water Survey - Bulletin No. 40 
The public water supply was installed by the 
village of Lostant (399) in 1913. 
Water was obtained from a well drilled in 1911 
at the r ea r of the village hall (or approximately 
2300 ft. S. and 1800 ft. E. of the N. W. corner of 
Section 24, T. 31 N., R. 1 E.). 
The well was dug to a diameter of 5 ft. and to 
a depth of 70 ft. below a ground surface elevation 
of 705t ft. It was walled with brick with the top 
10 ft. laid in cement mor ta r . The top diameter 
was drawn in to 3 ft., and surrounded by the con-
crete floor of the pumping station. The brick wall 
was laid as the digging proceeded. The material 
dug was gray clay until, at 70 ft., a water-bearing 
stratum was penetrated. Water came in so rapidly 
that all of the clay could not be removed, and about 
4 ft. of the wall on one side was left unfinished; 
and in order to avoid caving, a large quantity of 
broken stone and brick was tossed into the well. 
In 1913 the water level was 35 ft. below the 
top. It was reported that, after pumping a little 
over 1 hr . at approximately 70 gpm., the water 
level was drawn down nearly to the bottom of the 
well, a drawdown of between 30 and 35 ft. It 
would require about 2 1/2 hr . for the water to r e -
cover to i ts original level. The rate of inflow 
was calculated at approximately 30 gpm. In Oct. 
1922, when pumping for 53 min . , the water was 
drawn down 25.75 ft. After 2 hr . non-pumping, 
the water level returned 9.25 ft., a calculated in-
flow rate of 11 1/2 gpm. 
Analysis of a sample (Lab. No. 79649) col-
lected Mar. 9, 1937, showed the water from this 
well to have a hardness of 9.7 gr . per gal., a 
mineral content of 413 ppm., and an iron content 
of 0.6 ppm. 
In Apr. 1937 the State Geological Survey made 
an electrical earth resistivity survey in the area 
surrounding the village. As a resul t , two 4-in. 
test holes were drilled by Mike Ebert , Washing-
ton. In 1938 a well was completed at the location 
of one of the test holes at F i r s t and Putnam St. 
intersection (or approximately 1800 ft. S. and 
1100 ft. E. of the N. W. corner of Section 24). 
The well is 96 ft. deep below the ground su r -
face or 92 ft. belowthe pump pit floor. It is cased 
with 6-in. pipe with 4 ft. of b r a s s screen exposed 
to the aquifer. The pumping installation consists 
of 84 ft. of 4-in. column pipe; 2 1/2-in. Myers 
b ras s cylinder 2 ft. in length; 2 ft. of 3-in. suction 
pipe. The depth to the bottom of the suction is 88 
ft., which is the top of the screen. 
The water level in 1938 was reported to be 
LOSTANT 
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about 40 ft. below the ground surface. In Apr. 
1946 it was 60 ft., and the pump would break suc-
tion after 1-hr. pumping at 9 gpm. At that time 
it was -reported that on 2 occasions, one carboy 
of commercial hydrochloric acid had been poured 
into the well. The well continued to improve for 
2 or 3 weeks after the acid treatment. 
In June 1947 the well was not in use. The pump 
was out, and it was intended to clean the well and 
install a new screen. 
Analysis of a sample (Lab. No. 106,312) col-
lected Apr. 25, 1946 after 5-min. pumping at 9 
gpm., showed the water in this well to have a 
hardness of 6.2 gr. per gal., a mineral content of 
455 ppm., and an iron content of 3.7 ppm. 
In 1946, Charles Woodruff, Ottawa, drilled a 
test well at the northwest corner of the in te rsec-
tion of Railroad Ave. and East F i r s t St. The tes t 
well was 6 in. in diameter and 133 ft. deep and 
cased with 6-in. pipe with 10 ft. of screen at the 
bottom. This well is capped but can be equipped 
and placed in service if necessary. 
In Oct. 1946, Mr. Woodruff completed a 10-in. 
well 25 ft. south of the test well and located at the 
intersection of Railroad Ave. and East F i r s t St., 
about 120.0 ft. east of the well at F i r s t and Putnam 
St. (or approximately 1800 ft. S. and 2300 ft. E. of 
the N. W. corner of Section 24). The well is 135 
ft. deep and cased with 10-in. pipe with 20 ft. of 
10-in. screen at the bottom. There is a lead 
packer between the bottom of the casing and the 
screen. 
The pumping equipment consists of 119 ft. of 
3 -in. column pipe; 3 -in. Myers cylinder pump with 
a 12-in. stroke and rated at 10 gpm.; the length of 
the cylinder is 3 ft.; 2 1/2 ft. of 3-in. suction pipe; 
2-hp., 1750 rpm. Westinghouse electric motor. 
Shortly after installation, the pump was not in 
operation for several days due to an electric 
power-line failure. The water level was reported 
to be 92 ft. below the ground surface. After the 
electric power was restored, pumping was con-
tinuous for 8 1/2 days at 10 gpm., and the draw-
down was 2 1/2 ft. 
Analysis of a sample (Lab. No. 110,652) col-
lected June 13, 1947 after 8 1/2-days pumping at 
10 gpm., showed the water in this well to have a 
hardness of 8.2 gr. per gal., a residue of 440 
ppm., and an iron content of 0.4 ppm. 
The water is not t reated. 
Pumpage is estimated at 7800 gpd. 
2 - Los tan t 
LABORATORY NO. 110,652 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
village of Lovington(12 15) in 1891. The well from 
which the water was obtained originally was owned 
by Mr. A. J. Lewis, but, in 1909, the village pur-
chased the entire system. 
Water was first obtained from a well dug in 
1891, and located, with the pumping station, near 
the northwest corner of County and Buck St. (or 
approximately 1650 ft. N. and 2500 ft. E. of the 
S. W. corner of Section 27, T. 15 N., R. 5 E.). The 
ground surface at the site is approximately 680t 
ft. 
This well was reported to have been between 40 
and 60 ft. deep, and furnished the entire public sup-
ply until 1906, when the yield became inadequate. 
In 1906, the village drilled two wells, located 
about 15 ft. apart, at the pumping station. These 
wells were 6 in. in diameter and 147 ft. deep. 
It was reported in 1914, that the non-pumping 
water level in the wells was about 40 ft. below 
the ground surface, and that the wells were cap-
able of supplying the demand of about 20,000 gpd. 
The wells were equipped with deep-well pumps, 
with the cylinders set at a depth of 100 ft. 
The west well was abandoned in 1921, when 
the pump rods wore a hole in the casing. The 
well was filled and sealed and is covered by the 
concrete floor of the treating plant. 
In 1923, the east well was equipped with a Cook 
single-acting deep-well pump, with the cylinder 
set at a depth of 114 ft. Power was furnished by 
a 7 1/2-hp. electric motor. It was reported that 
the pump was operated an average of 15 hr . daily, 
and that the average production was estimated at 
50,000 gpd. 
Analysis of a sample (Lab. No. 49,412) col-
lected Apr. 26, 1923, showed the water from the 
east well to have a hardness of 16.6 gr. per gal., 
a residue of 582 ppm., and an iron content of 1.0 
ppm. 
The east well was abandoned in 1926. The wa-
ter level at that time was reported to be 43 ft. The 
well has been filled and sealed and is covered by 
the concrete floor of the treating plant. 
In 1923, the present East Well now called 
Well No. 1 was drilled to a depth of 144 ft. by 
Meister Bros . , Tuscola, and located near the old 
east well. 
LOVING TON 
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The well was cased with 10-in. pipe to a depth 
of 144 ft. but, in pulling back the casing, two sec -
tions were broken off. The remainder of the 10-
in. casing was then pulled, and the well was cased 
with 8-in. pipe. A 10-ft. section of 8-in. Cook 
screen, having No. 25 slot openings, was installed 
with the bottom at a depth of 129 ft. The non-
pumping water level, when the well was com-
pleted, was reported to be about 40 ft. below the 
ground surface. 
The well was originally equipped with a deep-
well pump rated at 185 gpm., with the top of the 
cylinder set at a depth of 115 ft. In 1930, pump-
ing equipment was installed as follows: 80 ft. of 
5-in. column pipe; 8-in., 10-stage Cook turbine 
pump, No. 250, having 5 ft. 5 in. overall length 
and rated at 200 gpm. against 182 ft. of head, op-
erating at 1760 rpm.; 80 ft. of 1/4-in. air line; 
20 ft. of 4-in. suction pipe; 15-hp. U. S. electric 
motor, operating at 1800 rpm. 
In 1934, it was reported that the non-pumping 
water level was 58 ft. below the ground surface, 
and that it was necessary to throttle the pump to 
avoid breaking suction. The pump was operated 
an estimated three hours daily. 
The well was reported to have been back-
washed with air in 1940, and in 1944, L. R. Burt, 
Decatur, repaired the pump and was awarded a 
contract to clean the screen. In 1945, the draw-
down was reported to be 53 ft. On Sept. 20, 1946, 
the well is reported to have yielded 110 gpm., and 
84 gpm. on June 10, 1947. After air surging in 
Jan. 1948, the well yielded 24 gpm. It was con-
cluded that the screen openings had become sand 
clogged. The well has not been used since May 
25, 1948. 
Analysis of a sample (Lab. No. 82,643) col-
lected Dec. 22, 1937, showed the water to have a 
hardness of 23.4 gr. per gal., a residue of 517 
ppm., and an iron content of 0.2 ppm. 
Well No. 2 was drilled to a depth of 130 ft. in 
1926 by L. R. Burt, and is located 15 ft. west of 
the East Well. 
The well was cased with 8-in. pipe and with 
an 8-in. Cook screen, having No. 25 slot openings. 
The original pumping equipment-is not known, 
but in 1930, a Cook turbine pump, No. 249, was 
installed identical to that in Well No. 1. 
In 1934, the non-pumping water level was r e -
ported to be 59 ft. below the ground surface, and 
2 - Lovington 
the pump was operated an estimated four hours 
per day. It was necessary to throttle the pump 
to keep from breaking suction. The pump was 
repaired in 1939 by A. D. Cook, Inc., and the 
well is reported to have been backwashed with 
air in 1940. In 1945, the drawdown was reported 
to be 63 ft. On Sept. 20, 1946, the well is r e -
ported to have yielded 106 gpm., and 71.5 gpm. 
on June 10, 1947. 
After air surging in Jan., 1948, the yield was 
reported to be 20 gpm. It was concluded that con-
ditions of sand-clogging existed in the well similar 
to the condition in Well No. 1. The well has not 
been in service since May 25, 1948. 
Well No. 3 was drilled to a depth of 130 ft. by 
L .R .Bur t and placed in service on May 25, 1948. 
It is located 40 ft. south and 45 ft. west of Well No. 
2, and was cased with 10-in.pipe from 1 ft. above 
to 118 ft. below ground level, and with 12 ft. of 
10-in. Johnson Everdur screen, having No. 25 slot 
openings. The bottom of the well penetrated a 
stratum of fine, water-bearing sand. 
The pumping equipment, installed May 25, 
1948, consists of 120 ft. of 4-in. column pipe; 6-
in., 19-stage Fairbanks-Morse turbine pump, hav-
ing an overall length of about 9 ft. and rated at 
100 gpm. against 210 ft. of head; 7 1/2-hp. F a i r -
banks-Morse electric motor. 
When completed, water was pumped over the 
coke tray aerator , at a rate of 125 gpm. with a 
drawdown of 40 ft. from a static water level of 
56 ft. below the top of the casing. 
Well No. 3 has been the sole source of supply 
since May 25, 1948 and the pump is operated at 
115 gpm. 
Analysis of a sample (Lab. No. 115,189) col-
lected July 1, 1948 after 30-min. pumping at 115 
gpm., showed the water to have a hardness of 
24.4 gr. per gal., a residue of 507 ppm., and an 
iron content of 3.3 ppm. 
The water is aerated, filtered and softened. 
F rom June 1, to July 1, 1948 the metered 
pumpage averaged 57,000 gpd. 
Well No. 4 was being drilled in July 1948 by 
L. R. Burt, and located 78 ft. west of Well No. 3. 
On July 2, 1948 the drilling had reached 117 ft. 
and a 12-ft. section of 10-in. Johnson Everdur 
screen was baled in, after which the water level 
was 46 ft. below the top of the casing. 
The pump, on order , was a Fairbanks-Morse 
turbine, No. SJ 2015 with a rated capacity of 100 
gpm. against 210 ft. of head at 1760 rpm. The 
balance of the installation was to be identical to 
that in Well No. 3. 
Correlated dr i l l e r ' s log of Well No. 4 furnished 
by the State Geological Survey: 
LABORATORY NO. 115,189 
Illinois State Water Survey - Bulletin No. 40 
Lowpoint, unincorporated, (215) has no public-
ly owned water supply. A privately owned water 
system furnishes water for the village. About 
1915 one of the merchants built a private water 
supply system for his residence and store. Wa-
ter was obtained from a 5-ft. diameter dug well, 
51 ft. in depth. 
Since about 1920 water has been obtained 
from two wells located south of the east and west 
road through Lowpoint and east of the Chicago & 
Alton R. R. The West Well is located approxi-
mately 2400 ft. N. and 1200 ft. W. of the S. E. 
corner of Section 22, T. 28 N., R. 2 W., and the 
East Well is located about 400 ft. east of the West 
Well. Both of these wells were constructed by 
H. W. Packard, Washburn. The elevation of the 
ground surface is 705± ft. 
The West Well is dug 10 ft. in diameter and 90 
ft. deep. It is equipped with an American deep-
LOWPOINT 
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well cylinder type pump, belt-driven by a Gen-
eral Electr ic 5-hp. motor. This well runs dry 
after one hour of pumping. 
The East Well is a 6-in. drilled well, 90 ft. 
deep. It is equipped with an American Well Works, 
cylinder type pump, powered by a 1 1/2-hp. Cen-
tury electr ic motor. 
Analysis of a sample (Lab. No. 109,511), col-
lected Mar. 11, 1947 from a tap in a store about 
600 ft. from the elevated tank, showed the water 
to have a hardness of 20.1 gr. per gal., a residue 
of 417 ppm., and an iron content of 0.2 ppm. 
The water system is now owned by Mr. Lynn 
L. Banta. There are 25 service connections at 
the present t ime, and the consumption is e s t i -
mated at 4000 gpd. Plans have been made for 
drilling another well as soon as possible. 
LABORATORY NO. 109,511 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
village of Ludlow (318) in 1948. 
Well No. 1 was drilled in Oct. 1948 to a depth 
of 122 ft. by Hayes and Sin-is, Champaign and is 
located about 50 ft. north of Ludlow St. and about 
125 ft. east of Oak St. (U. S. Route No. 45) or ap-
proximately 830 ft. N. and 2140 ft. W. of the S. E. 
corner of Section 1,T. 22 N., R. 9 E. The ground 
surface elevation at the well-site is 765i ft. 
The well is cased with 8-in. pipe from 3 ft. 
above to 122 ft. below ground level and with 10 
ft. of Johnson Everdur screen, having No. 20 slot 
openings. 
A production test was made by the State Water 
Survey on Oct. 15, 1948. For test purposes, a 
LUDLOW 
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cylinder pump was operated from the well-rig. 
After 8-hr. pumping at ra tes gradually acce ler -
ated from 62 1/2 to 123 gpm. the final drawdown 
was 12 ft. from a static water level of 22 ft. be -
low the top of the casing. One minute after stop-
ping the pump, complete recovery of the water 
level occurred. 
Analysis of a sample (Lab. No. 116,170) col-
lected Oct. 15, 1948, after 4-hr . pumping, showed 
this water to have a hardness of 16.0 gr. per gal., 
a mineral content of 390 ppm., and an iron content 
of 2.3 ppm. 
The top of the casing is capped with metal. 
No work has been started on the distribution sys -
tem. 
LABORATORY NO. 116,170 
Illinois State Water Survey - Bulletin No. 40 
A public water supply, was installed by the city 
of McHenry (1596) in 1897. 
The source of the original supply was a 6-in. 
well driven to a depth of 70 ft. and located near 
the south bank of Boone Creek about 3 70 ft. north 
of the intersection of Elgin and Waukegan Roads 
(approximately 400 ft. N. and 2600 ft. W. of the 
S.E. corner of Section 26, T. 45 N., R. 8 E.). The 
ground surface elevation at the well is 750t ft. 
It was reported that the drilling passed through 
20 ft. of soft earth, 35 ft. of stiff blue clay into a 
water-bearing stratum of very coarse gravel. 
Water flowed into a collecting reservoir at the 
top of the well. No estimate of the original flow 
of water from this well is available. In time the 
yield of the well decreased due to an infiltration 
of sand blocking the gravel formation. Conse-
quently, another well of identical construction was 
put down about 15 ft. west of the first well. Flow-
ing water was again obtained and conducted to the 
reservoi r . On Nov. 20, 1923 the flow from the 2 
wells was estimated at a rate of 65 gpm. 
Well No. 3 was drilled in 1925 to a depth of 70 
ft. and located about 35 ft. southwest of the o r i -
ginal well. The diameter of the well was 6 in. 
but the yield was so small that it was never used. 
Well No. 4 was drilled about 1925 to a depth 
of 70 ft. and located about 15 ft. east of the o r i -
ginal well. The diameter was 8 in. and the well 
was originally equipped with a deep-well cylinder 
pump which was later removed. The well had a 
free flow of water and was connected to the col-
lecting reservoir and was the source of the public 
supply until the fall of 1938. It was abandoned 
shortly after Well No. 6 was placed in service. 
Well No. 5 was drilled in 1938 by Joseph H. 
Hueman & Sons, McHenry, and located about 35 
ft. northwest of the original well. At this site a 
6-in. testwell was first drilled and cased to rock 
at a depth of about 85 ft. When tested for capa-
city it produced 250 gpm. The 12-in. permanent 
well was then drilled to a depth of 160 ft. and cased 
to 96 ft. During a test the production was approxi-
MCHENRY 
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mately 100 gpm. The city officials were not sa t i s -
fied with the resul ts , and the well was never used. 
Well No. 6 was constructed in 1938 as a gravel-
packed well to a depth of about 104 ft. by the Kelly 
Well Co., Grand Island, Neb. and located on the 
city hall site about 100 ft. west of Green St. and 
300 ft. north of Waukegan Rd. (approximately 
400 ft. N. and 2600 ft. E. of the S. W. corner of 
Section 26). The elevation of the pump base is 
755± ft. 
The well is cased with 24-in. id. by 34-in. o'd. 
concrete pipe from the surface to a depth of 84 
ft. followed by 20 ft. of concrete screen. The an-
nular space outside the screen was filled with 
selected sand and gravel to form a filter. No 
record is available of i ts productive capacity. 
The pump installation, made in Oct. 1938, 
consists of 60 ft. of 6-in. column pipe; 10-in., 5-
stage American Well Works turbine pump, Shop 
No. 6x963, rated at a capacity of 400 gpm. against 
190 ft. of head; 10 ft. of 6-in. suction pipe; 60 ft. 
of 1/4-in. gi. air line; 25-hp. U. S. electric mo-
tor. 
On July 7, 1947, the water level was 9 ft. be-
low the pump base after a 20-min. idle period, 
and after 35-min. pumping at 400 gpm. the draw-
down was 22 ft. 
Analysis of a sample (Lab. No. 110,958) col-
lected July 7, 1947 after 35-min. pumping at 400 
gpm. showed this water to have a hardness of 20.0 
gr. per gal., a residue of 373 ppm., and an iron 
content of 0.1 ppm. 
Well No. 6 is now the source of the entire 
public water supply. All other wells have been 
abandoned and are obliterated at the ground su r -
face. A record consumption occurred from May 1 
to Nov. 1, 1947 when the McHenry CountryClub and 
high school averaged 30,000 gpd. During this 
period it is estimated that the maximum pump-
age was 175,000 gpd. The normal pumpage is 
estimated to average 120,000 gpd. 
2 - McHenry 
LABORATORY NO. 110,958 
I l l ino is State Wa te r Survey - Bul le t in No. 40 
The v i l lage of McLean (652) i n s t a l l ed a public 
w a t e r supply in 1935. 
Water is obtained f rom a well d r i l l ed in 1934 
by C h r i s E b e r t , Washington, and loca ted near the 
n o r t h w e s t c o r n e r of the i n t e r s e c t i o n of C a r l i s l e 
and E a s t St. (or app rox ima te ly 800 ft. N. and 350 
ft. W. of the S. E. c o r n e r of Sect ion 35 , T. 22 N. , 
R. 1 W.). The wel l is 353 ft. deep below a sur face 
e leva t ion of 709± ft. 
The hole and c a s i n g r e c o r d is shown in Table 
1. 
TABLE 1 
Hole Reco rd 
10- in . f r o m su r face to 197 ft. 
8- in . f rom 197 to 353 ft. 
Cas ing R e c o r d 
10-in. f r o m sur face to 200 ft. 
8- in . f r o m su r f ace to 353 ft. 
An 18-ft. sec t ion of 8- in . Cook s c r e e n e x -
tends f rom a depth of 335 ft. to the bo t t om of the 
we l l . The upper 10 ft. of the s c r e e n has No. 16 
s lo t open ings , and the lower 8 ft. h a s No. 20 s l o t s . 
A p roduc t ion t e s t was m a d e by the State Water 
Survey on Oct . 8 , 1934. F o r t e s t p u r p o s e s the wel l 
was equipped with an 8- in . Cook tu rb ine pump with 
the b o t t o m of the suct ion pipe at a depth of 245 ft., 
McLEAN 
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and 227 ft. of a i r l ine . The non-pumping wa te r 
level was 108 ft. below the ground su r f ace , and the 
following data w e r e obtained f rom the t e s t . 
P e r m a n e n t pumping equipment was i n s t a l l e d 
as follows: 200 ft. of 5- in . od. column pipe; 7-
i n . , 2 0 - s t a g e F a i r b a n k s - M o r s e P r i c e t u rb ine 
pump , No. 27508 (head A 2060) opera t ing at 1800 
r p m . ; defect ive a i r l ine; 15 -hp . 1735 r p m . F a i r -
b a n k s - M o r s e induct ion m o t o r . 
The pump h a s never been r e m o v e d s ince the 
ins t a l l a t ion . On Sept . 23 , 1948 the a v e r a g e m e t e r e d 
yield was 105 gpm. aga ins t 115 ft. of head . 
A n a l y s i s of a s ample (Lab . No. 115,896) c o l -
l ec ted Sept. 23, 1948 af ter 2 2 - m i n u t e s pumping at 
105 gpm. showed the wa te r to have a h a r d n e s s of 
22.1 g r . pe r ga l . , a r e s i d u e of 411 ppm. , and an 
i r o n content of 1.0 ppm. The w a t e r was mi lky in 
a p p e a r a n c e indicat ing the p r e s e n c e of an a p -
p r e c i a b l e gas concen t r a t i on . 
F r o m Sept . 1, 1947 to Sept . 2, 1948 m e t e r e d 
pumpage a v e r a g e d 22,400 gpd. 
LABORATORY NO. 115,896 
Illinois State Water Survey - Bulletin No. 40 
McNabb, unincorporated, (150) has no public 
water supply exceptthat a few residences are con-
nected to a public we'll drilled under the direction 
of the W.P.A. 
In 1934 the Illinois Emergency Relief Com-
mission had a well drilled by Mr. Kinsey, Wenona. 
The well is 172 ft. deep and cased with 6-in. pipe. 
It is located on the south side of Main St., east of 
Theodore St. (or approximately 70 ft. S. and 1870 
ft. W. of the N. E. corner of Section 10, T. 31 N., 
R. 1 W.). 
A Meyers cylinder-type pump, rated at 5 gpm., 
is set at a depth of 80 ft. from the top of the well. 
Power is furnished by a 3/4-hp. electric motor. 
The non-pumping water level is 50 ft. below the 
top of the well. No production record is avail-
able except that when the well was completed, the 
pump was operated at a rate of 5 gpm. for 2 weeks. 
Fine sand is sometimes pumped with the water. 
Analysis of a sample (Lab. No. 109,927), col-
lected Apr. 13, 1947 from a tap in the Post Of-
fice, about 50 ft. from the pump, showed this wa-
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ter to have a hardness of 19.4 gr. per gal., a 
residue of 494 ppm., and an iron content of 1.6 
ppm. 
A few of the residents of McNabb share the 
expense of keeping the well and pump in opera-
tion. There are 12 service connections with an 
estimated consumption of 2500 gpd. 
Sample-study log of well drilled in 1934 furnished 
by the State Geological Survey: 
LABORATORY NO. 109,927 
Illinois State Water Survey - Bulletin No. 40 
The public water supply was established by 
the village of Mackinaw (845) in 1893. 
Water was first obtained from a dug well, 60 
ft. deep, located on the public square. The well 
was abandoned some time after 1914. 
In 1904 the Mackinaw Electric Light Co. had 
taken over the water distribution for the village 
and established a pumping station east of Orchard 
St. and south of the Pennsylvania R. R. A 4-in. 
well was drilled at this location to a depth of 172 
ft. A second well was drilled in 1906 by J. D. 
Mount, Delavan. It was located 8 ft. south of the 
4-in. well and drilled to a depth of 172 ft. with a 
diameter of 5 in. Both wells were cased their 
entire depths. 
In 1919 it was reported that the cylinders in 
each well were wedged in the casings at a depth of 
157 ft. The non-pumping water level in 1919 was 
reported to be 46 ft. below the surface elevation 
of 640± ft. The 4-in. well pump was rated at 40 
gpm., and the 5-in. well pump at 60 gpm. The 
drop pipe in the 5-in. well was replaced in 1923, 
and at that time the well depth was measured as 
162 1/2 ft. A Cook screen, 3 ft. in length, was in 
the bottom. The 2 tubular wells were abandoned 
after completion of a new well drilled in 1923. 
Well No. 3 was drilled in 1923 by Mike Ebert , 
Washington, and located 7 ft. north and 2 ft. east 
of the old 4-in. well (or approximately 1480 ft. S. 
and 1600 ft. E. of the N. W. corner of Section 17, 
T. 24 N., R. 2 W.). The well was drilled to a 
depth of 163 ft. with a diameter of 8 in. 
Correlated d r i l l e r ' s log of Well No. 3 furnished 
by the State Geological Survey: 
During the drilling operations, water was en-
countered at 151 ft. and was 120 ft. below the 
ground surface upon completion of the well. 
The well was cased with 8-in. pipe from the 
surface to 151 ft. with a screen from 151 to 163 
ft. 
MACKINAW 
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Originally the well was equipped with a Cook 
double-acting deep-well pump with a 5 3/4-in.by 
18-in. cylinder attached to a 6-in. drop-pipe. The 
bottom of the cylinder was at a depth of 151 ft. No 
suction pipe was below the cylinder. The well was 
deepened in 1936 to 171 ft. and equipped with 160 
ft. of 3-in. column pipe; 7-stage Sterling turbine 
pump, No. S-2145, rated at 50 gpm. against 260 ft. 
of head; 15 ft. of 3-in. suction pipe. 
In 1935 a new well was drilled by E. W. John-
son, Bloomington, and located 10 ft. southeast of 
the 8-in. well., The well is 8-in. in diameter and 
178 ft. in depth with a used Cook screen placed in 
the bottom 15 ft. The screen was re-slotted with 
1 1/6-in. openings. The well was equipped with 
150 ft. of 4-in. column pipe; 13-stage Sterling 
turbine pump, No. S-1690, rated at 250 gpm. 
against 160 ft. of head; 17 ft. of 4-in. suction pipe 
with strainer; 15-hp. General Electric motor. 
The non-pumping water level was 141 ft. below 
the surface when the well was completed. 
Eighteen months after the well was put in se rv -
ice, it was necessary to pull the pump. The steel 
impellers were found to be badly corroded, and 
they were replaced by new bronze impellers . At 
a point even with the top of the bowl assembly, 
the shaft was reduced to 50% of its original c r o s s -
sectional area . 
In 1936 this well was drilled 8 ft. deeper, and a 
new 6-in. casing was installed inside the old 8-in. 
casing with a 6-in. screen placed in the bottom. 
In 1941 a new well was drilled by Hayes & Sims, 
Champaign, about 1 mile southwest of the other 
wells (or approximately 2200 ft. N. and 2450 ft. 
W. of the S. E. corner of Section 18). It is lo-
cated on second bottom land on the easterly side 
of the Mackinaw River Valley. The well was 
drilled to a depth of 43 ft. below the ground su r -
face and was cased with 32 ft. 10 in. of 12-in. od. 
pipe from 2 ft. 6 in. above the ground surface. A 
Johnson Armco-iron screen, with No. 40 slot 
openings, and an over-all length of 8 ft. 8 in., was 
set inside the 12-in. casing and sealed with a lead 
packer. 
A production test was made on Nov. 25 - 26, 
1941 under the supervision of the State Water Sur-
vey. Before the test , the water level was measured 
at 26 ft. 7 in. below the top of the casing. After 8-
hr . pumping at 26 gpm., the drawdown was 13 in. 
The rate of pumping was then increased to 41 gpm., 
and after 5 1/2 hr . , the total drawdown was 19 in. 
The rate was then increased to 79 gpm.; and after 
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8 hr . , the total drawdown was 2 ft. 11 in. For the 
next 1 1/2hr.,the rate was 128 gpm., and the total 
drawdown was 4 ft. 7 in. After stopping the pump, 
the water level returned, in 8'min.,to within 5 in. 
of its original level, and in 53 min. to its original 
level. 
This well is equipped with: 39 ft. of column 
pipe; an American Well Works turbine pump, No. 
65608, rated at 70 gpm. against a head of 220 ft. 
at 1740 rpm.; 35 ft. of airline 7 1/2-hp. Westing-
house electric motor. The pump operates 35 min. 
and then is off for 30 min. In Jan. 1947 this well 
was producing all the water for the village of 
Mackinaw because the other wells had been aban-
doned, and the new well, drilled in 1946, was not 
yet in operation. 
A new well was drilled in the fall of 1946 by 
Hayes & Sims, Champaign, and located 90 ft. west 
of the well drilled in 1941. The well is 43 ft. deep 
and 12 in. in diameter. The top of the well is in a 
pit 8 ft. below the ground surface. 
Wiring of the pump was not yet completed, but 
it was expected that the pump would be in opera-
tion in a few weeks. The pump assembly is: 
American Well Works turbine, No. 71917, rated at 
75 gpm. against a head of 210 ft. at 1750 rpm.; the 
bottom of the bowls is 39 ft.; the airline is reported 
to be se t a t a depth of 35 ft.; 7 1/2-hp. U. S. motor, 
No. 451017. 
Analysis of a sample (Lab. No. 109,152), col-
lected Feb. 6, 1947 from the well drilled in 1941 
after the pump had been operating 25 min., showed 
the water to have a hardness of 25.4 gr .per gal., 
a residue of 53 7 ppm., and an iron content of 0.1 
ppm. 
The water is softened. 
The pumps will be used alternately, but either 
one will produce enough water for the present de-
mand. Pumpage in Feb. 1947 was estimated at 
25,000 to 29,000 gpd. Pumpage in summer months 
is about 36,000 gpd. 
LABORATORY NO. 109,152 
Illinois State Water Survey - Bulletin No. 40 
A public water supply for the city of Macon 
(875) was installed in 1935. 
In 1934, three testwells were drilled by W. L. 
Thorne & Co., Des Plaines, and in Feb. 1935 a 
permanent well was completed at the site of Test 
Well No. 3, at the north corporation l imits, west 
of the Illinois Central Railroad right-of-way (or 
approximately 800 ft. N. and 50 ft. W. of the S. E. 
corner of Section 29, T. 15 N., R. 2 E.). 
The well was finished at a depth of 128 ft. 5 in. 
below a ground surface elevation of 715± ft. 
The well was cased with 26-in. pipe from the 
ground surface to 119 ft. and with a 12-in. inner 
casing extending from the ground level to 108 ft. 
5 in. A 12-in. diameter screen, 20 ft. long, was 
placed below the 12-in. casing. The screen slots 
were cut 1/4 in. by 1 1/2 in. and spaced 3/8 in. 
apart . The annular space between the casings was 
filled with selected gravel to the top of the 26-in. 
casing, at floor level. The top of the 12-in. casing 
was 1 ft. above floor level. 
In Apr. 1938, the non-pumping water level was 
62 ft. below the top of the 12-in. casing, and when 
pumping at 195 gpm. the drawdown was 59 to 64 
ft. In Mar. 1938, the average pumping time was 
two hours daily, at an average rate of 166 gpm. 
In Apr. 1943, it was reported that, since 1935, 
severe corrosive action had eaten through three 
of the seven pump bowls, that 50 ft. of the 120-ft. 
column pipe had corroded and that the suction 
pipe was lost. 
On June 29, 1948, the well was treated with a 
total of 1000 gal. of 15% hydrochloric acid and 
the production of the well was tested by the State 
Water Survey before and after the cold t r ea t -
ment. The water level, before the production 
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test started, was 74 ft. below the pump base and 
after 35-min. pumping at a rate decreasing from 
56 to 50.4 gpm. the drawdown was 46.2 ft. After 
6 3/4 hr . of acid treatment, the water level had 
returned to 87 1/2 ft. The production test was 
then started and, after one hour pumping at a rate 
continually decreasing from 43 to 30 1/2 gpm. the 
drawdown was 37 ft. The production rate after 
the acid treatment was lower than before. 
On July 14, 1948, a chlorine treatment was 
applied to the well, and the well was pump-
surged in an effort to increase production. Fol-
lowing the chlorine application the pumping rate 
was calculated at 33 gpm., as determined from 
the r ise in water level in the clear well. The 
drawdown was 34 1/2 ft., or a specific capacity of 
1.05 which compared with the specific capacity 
prior to the acidizing on June 29, 1948. 
On Aug. 16, 1948, the pump discharge was 
estimated to average 45 gpm. 
Analysis of a sample (Lab. No. 115,652) col-
lected Aug. 19, 1948 after 27 1/2-hr. pumping at 
45 gpm., showed this water to have a hardness of 
28.8 gr. per gal., a residue of 694 ppm., and an 
iron content of 5.7 ppm. 
All water is aerated, filtered and softened. 
Analysis of a sample (Lab. No. 115,787) collected 
Aug. 19, 1948 showed the treated water to have a 
hardness of 0.5 gr .per gal., a mineral content of 
752 ppm., and an iron content of 0.12 ppm. 
Pumpage is estimated to average 35,000 gpd. 
Since June 1, 1948, the city has not supplied 
water to the Eastern Star Home because of an in-
crease in the public demand and the limited ca-
pacity of the well. The Eastern Star Home obtains 
water from a well at the Home. 
LABORATORY NO. 115,652 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed in 1939 by 
the village of Mahomet (823). 
Water is obtained from a well drilled in 1939 
by Hayes and Sims, Champaign, and is located at 
the southeast corner of Vine and Dunbar St. (or 
approximately 2350 ft. S. and 1100 ft. E. of the 
N. W. corner of Section 15, T. 20 N., R. 7 E.). 
The ground surface elevation at the well-site is 
718± ft. 
Test Hole No. 1 had been drilled 10 ft. west 
of the permanent well. 
Sample-study log of the Test Hole No. 1 furnished 
by the State Geological Survey: 
The permanent well was finished at a depth 
of 94 ft. and was cased with 10-in. pipe from 
2 1/2 ft. above to 84 ft. below ground level and 
with 10 ft. of 8-in. Johnson red b rass welded 
screen. The top half of the screen had No. 18 
slot openings and the lower half had No. 20 slot 
openings. 
A production test was made by the State Water 
Survey on Sept. 27, 1939, using a temporary pump 
installation. After three-hours pumping at 165 
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gpm., followed by 6-hr. additional pumping at 230 
gpm., the drawdown was 12 1/4 ft. from a static 
water level of 49 ft. Complete recovery of the 
water level occurred in 8 minutes. 
The pumping equipment includes a 7-in. 
American Well Works turbine pump, No. 63043, 
rated at 170 gpm. against 70 ft. of head at 1735 
rpm.; 5-hp., U. S. electric motor, No. 176544. An 
air line of unknown length is in the well. 
Pumping from this well is alternated weekly 
with pumping from Well No. 2. 
Analysis of a sample (Lab. No. 116,781) col-
lected Dec. 17, 1948 after 25-minute pumping 
showed this water to have a hardness of 29.2 gr. 
per gal., a residue of 545 ppm., and an iron con-
tent of 2.6 ppm. 
The water is aerated and filtered. 
Well No. 2 was drilled to a depth of 96 ft. by 
Hayes and Sims and located 30 ft. north and 8 ft. 
east of Well No. 1. The pumping equipment in 
Well No. 2 includes a 7-in. American Well Works 
turbine pump, No. 70779, rated at 170 gpm. against 
72 ft. of head; 5-hp., U. S. electric motor. The 
pumping from Well No. 2 is alternated weekly 
with the pumping from Well No. 1. 
On Dec. 17, 1948, the altitude gauge showed 
a water level of 11 ft. in Well No. 2 after five days 
of non-pumping in Well No. 2 and after a 30-
minute shutdown of the pump in Well No. 1. After 
15-minute pumping at 170 gpm. in Well No. 1 the 
drawdown in Well No. 2 was one foot. 
Pumpage is estimated to average 39,000 gpd. 
of which an average of 6000 gpd. is used by Con-
solidated Food Co. 
LABORATORY NO. 116,781 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
village of Malta (455) in 1915. 
Water is obtained from a well drilled to a 
depth of 853 ft. by W. L. Thorne Co., Des Plaines, 
and located about 440 ft. south of the Chicago and 
North Western Railway and 60 ft. west of Main 
St. (approximately 2300 ft. S. and 1250 ft. E. of 
the N. W. corner of Section 23, T. 40 N., R. 3 
E.). The elevation at the ground surface is 915± 
ft. 
The well is reported to have an 8-in. casing 
to an unknown depth. Rock was encountered at a 
depth of 230 ft. and sandstone was penetrated at 
the bottom. 
In Jan. 1918 a standing water level of 100 ft. 
below the ground surface was reported with no 
drawdown when pumping at a rate of 92 gpm. 
The existing pump installation was made in 
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1937: 170 ft. of 4-in. od. column pipe; 6-in., 10-
stage Fairbanks-Morse turbine pump, No. 1323, 
rated at a capacity of 100 gpm. against a head of 
204 ft. (at 3600 rpm.); 20 ft. of 4-in. od. suction 
pipe; 170 ft. of 1/4-in. air line; 15-hp. Fairbanks-
Morse electr ic motor. (200 ft. of column pipe 
were installed in 1937 but several years later 
three 10-ft. sections were removed.) 
On Oct. 1, 1941 the non-pumping water level 
was 86 ft. In Aug. and Sept. 1942, it was 82 ft. 
and the pumping water level was 95 ft. On Sept. 
25, 1947, the air line was defective. 
Analysis of a sample (Lab. No. 112,032), col-
lected Sept. 25, 1947 from a tap on the pressure 
tank after 15-min. pumping at 100 gpm. showed 
this water to have a hardness of 11.2 gr. per gal., 
a residue of 245 ppm., and an iron content of 0.5 
ppm. 
Pumpage is estimated to average 16,000 gpd. 
LABORATORY NO. 112,032 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
village of Manhattan (60i) in 1892. 
Water was first obtained from a well located 
about 240 ft. southeast of F i r s t St. and 40 ft. south-
west of McClure Ave. (or approximately 1230 ft. 
S. and 1250 ft. W. of the N. E. corner of Section 
20, T. 34 N., R. 11 E.). on a site having a ground 
surface elevation of 680t ft. The depth of the 
well when measured in 1923 was 98 ft. It was 
cased with 6-in. diameter pipe to limestone 
variously reported at a depth of 30 to 45 ft. and 
terminates in a water-bearing limestone forma-
tion. 
No authentic records a re available of the 
productive capacity of the well. On Apr. 7, 1924 
the discharge from the well, as determined from 
tank measurements and allowing for consumption 
during the period tested, was about 40 gpm. In 
Oct. 1923 the non-pumping water level was 20 ft. 
below the ground surface. In June 1949, while 
the pump was out of the well, the water level was 
40 ft. The pump had been delivering at a rate of 
32 gpm. and broke suction after 3-min. pumping. 
The following pump installation, made in 1939, 
is still in service: 50 ft. of 3 1/2-in. column 
pipe; 6-in., 16-stage Deming turbine pump, T. 
873, rated at a capacity of 50 gpm. against a total 
head of 200 ft.; the overall length of the pump is 
8 ft. 9 in.; 10 ft. of suction pipe and strainer; 5-
hp. U. S. electric motor. (The well-is reported 
to have a jog below the casing preventing an 80-ft. 
turbine setting.) 
This well was the source of the entire public 
water supply until about 1939 when a second well 
was drilled. The well is still in service and 
furnishes a part of the public water supply. 
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Analysis of a sample (Lab. No. 94226), col-
lected Oct. 1, 1942 after 1 hr . of pumping at 50 
gpm., showed this water to have a hardness of 
24."8 gr. per gal., a mineral content of 518 ppm., 
and an iron content of 0.3 ppm. 
Well No. 2 was drilled about 1939 and is lo-
cated about 107 ft. east of the older well. 
It was drilled to a depth of 156 ft. by Dreher 
& Schorie, Joliet, and was cased with 8-in. pipe 
to rock at a depth of 35 ft. below which it pene-
t ra tes water-bearing limestone. Upon completion 
of the well, the driller pumped water for several 
hours at a rate of 60 gpm. The drawdown was 
negligible below the non-pumping water level of 
28 ft. below the surface. 
The following pump installation, made in 1939, 
is still in service: 80 ft. of 3 1/2-in. column pipe; 
6-in., 16-stage Deming turbine pump (Serial T. 
307) rated at a capacity of 80 gpm. against 210 
ft. of head; the overall length of the pump is 8 ft. 
9 in.; 10 ft. of suction pipe and 3-in. s trainer; 
7 1/2-hp. U. S. electr ic motor. 
This well furnishes the greater part of the 
public water supply and is normally operated for 
6 hr . at 80 gpm. 
Analysis of a sample (Lab. No. 107,912) col-
lected Oct. 8, 1946 after 6-hr. pumping at 40 
gpm., showed the water to have a hardness of 
24.5 gr. per gal., a residue of 469 ppm., and an 
iron content of 0.4 ppm. This quality is similar 
to that from Well No. 1 and typical for waters 
from this depth in this vicinity. 
The combined pumpage of both wells is e s t i -
mated to average 35,000 gpd. 
LABORATORY NO. 107,912 
Illinois State Water Survey - Bulletin No. 40 
A public water supply for the village of Manito 
(776) was installed in 1937. 
Water is obtained from a well completed in 
July 1937 to a depth of 81 ft. by Chris Ebert , 
Washington, and located at the southeast corner 
of Main and Broadway St. about 250 ft. northeast 
of the Chicago & Illinois Midland R. R. depot (or 
approximately 2300 ft. N. and 1650 ft. W. of the 
S. E. corner of Section 21, T. 23 N., R. 6 W.). 
The ground surface elevation at the well site is 
507± ft. The well is cased with 61 ft. of 10-in. 
pipe below which is 20 ft. of Johnson brass screen. 
The top 4 ft. and the bottom 9 ft. of the screen has 
No. 25 slot openings, the other 7 ft. of screen has 
No. 12 slot openings. 
The pumping equipment consists of 30 ft. of 
5-in. od. column pipe; 6-in., 7-stage Fairbanks-
Morse turbine pump, No. 6920, rated at 120 gpm.; 
length of air line and length of suction pipe is not 
known; 7 1/2-hp. Fairbanks-Morse electric mo-
tor, No. 332,477, operating at 1740 rpm. 
A production test was made by the State Water 
Survey on July 15-16, 1937. Before the test was 
started, the water level was 33 1/2 ft. below the 
MANITO 
Mason County 
Feb. 11, 1948 
top of the casing; and after pumping 24 hr . at 255 
gpm., the drawdown was 7 ft. After stopping the 
pump at the end of the tes t , the water level r e -
turned very quickly to the pre- tes t level. 
On Feb. 11, 1948, before starting the pump 
the air line gauge reading was 10 ft. and after 
40-min. pumping at 120 gpm. the gauge reading 
was 12 ft. The length of air line was unknown. 
Analysis of a sample (Lab. No. 113,466), col-
lected Feb. 11, 1948 after 40-min. pumping at 120 
gpm., showed this water to have a hardness of 
16.5 gr. per gal., a residue of 349 ppm., and an 
iron content of 0.1 ppm. 
The water is softened. Analysis of a sample 
(Lab. No. 113,464) collected Feb. 11, 1948 showed 
the treated water to have a hardness of 0.4 gr. 
per gal., a mineral content of 342 ppm., and an 
iron content of 0.1 ppm. Twenty-seven per cent 
of the raw water is by-passed. A sample (Lab. 
No. 83303) of blended water collected Apr. 12, 
1936, showed this water to have a hardness of 5.6 
gr. per gal. 
Pumpage is estimated to average 30,000 gpd. 
LABORATORY NO. 113,466 
Illinois State Water Survey - Bulletin No. 40 
Water for the village of Manlius (319) supply, 
installed in 1926, is obtained from a well drilled 
by A. J. Pierson, Manlius, and is located in the 
pumping station near the center of the village on 
the east side of F i r s t St., north of the alley be -
tween Maple and Oak St. (or approximately 1180 
ft. N. and 1170 ft. W. of the S. E. corner of Sec-
tion 15, T. 17 N., R. 7 E.). The well is 225 ft. 
deep below a ground surface elevation of 703± ft. 
The lower 50 ft. of the well was in a water-bearing 
sand formation. 
The well was cased with 8-in. pipe from the 
ground surface to a depth of 170 ft. and with 6-in. 
pipe from 167 to 210 ft. A 6-in., No. 14 Cook 
screen, 15 ft. long, was set below the 6-in. casing. 
The well is equipped with a 2-stroke Cook, No. 
2167 pump with a 5 3/4-in.by 18-in. cylinder a t -
tached to a 6-in. drop pipe. One length of 6-in. 
pipe was attached to the bottom of the cylinder. 
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The lower end of the suction pipe was reported in 
1928 to be set at 170 ft. Power is furnished by a 
10-hp. Century electric motor, No. 713384. 
In 1928, the non-pumping water level was r e -
ported to be 98 ft., and the pumping rate was 80 
gpm. for 5 hr . 
The pumpage is estimated at 40,000 gpd., 
half of which is used by the Kraft Foods Co. The 
Kraft Foods Co. will have their own water supply 
when they move their new factory in the west part 
of Manlius. 
Analysis of a sample (Lab. No. 111,478), col-
lected Aug. 12, 1947 after pumping 3 hr . , showed 
this water to have a hardness of 21.5 gr. per gal., 
a residue of 415 ppm., and an iron content of 4.9 
ppm. 
The water is not treated. 
LABORATORY NO. 111,478 
Illinois State Water Survey - Bulletin No. 40 
The public water supply for the village of 
Mansfield (693) was installed in 1939. 
Well No. 1 was completed to a depth of 215 
ft. in 1938 by Woollen Bros. , Wapella, and located 
on Short St. between Park and West St. (or ap-
proximately 750 ft. S. and 2250 ft. W. of the N. E. 
corner of Section 10, T. 20 N., R. 6 E.). The well 
was finished at the site of Test Well No. 1. The 
ground surface elevation at the well-site is 730± 
ft. 
Sample-study log of Well No. 1 furnished by the 
State Geological Survey: 
Well No. 1 was cased with 6-in. pipe to a depth 
of 211 ft. and with 4 ft. of screen, having No. 40 
slot openings. 
MANSFIELD 
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A production test was made by the State Wa-
ter Survey on June 13, 1938. Before the test, the 
water level was 50 ft. below the top of the casing. 
When pumping at 195 gpm. the drawdown was 50 
ft. In June 1946 the non-pumping water level was 
50 ft. 
The pump assembly, installed about Sept. 1938, 
was recently pulled for repa i rs by Hayes and Sims, 
Champaign. The assembly was reinstalled on Aug. 
17, 1948 and includes a 6-in., 16-stage Pee r l e s s 
turbine pump, No. 8444, and 15-hp. U. S. electric 
motor. 
Analysis of a sample (Lab. No. 115,724) col-
lected Sept. 1, 1948 after 20-minutes pumping at 
an estimated rate of 180 gpm., showed this wa-
ter to have a hardness of 17.1 gr. per gal., a 
residue of 392 ppm., and an iron content of 1.2 
ppm. Methane gas was found to be present in a 
concentration of 1.35 cu. ft. per 1000 gal. 
Pumpage is estimated to average 50,000 gpd. 
The village supplies water to the Wabash R.R. 
in return for a 10-year lease given to the village 
for use of a Railroad well as an emergency sup-
ply unit. The Railroad well is reported to be 
gravel-packed and about the same depth as the 
village well. It is equipped with a Layne turbine 
pump, No. 3496, having a reported discharge rate 
of 225 gpm. against a p ressure of 55 psi. The 
pump is maintained by the village and was in 
service from July 27 to Aug. 17, 1948 when the 
village well was being repaired. 
LABORATORY NO. 115,724 
Illinois State Water Survey - Bulletin No. 40 
The village of Manteno (1537) installed a pub-
lic water supply in 1897. 
Well No. 1 was drilled in 1897 and was located 
at the rear of the village hall about 100 ft. south 
of Third St. North and 140 ft. west of Chestnut St. 
(or approximately 1000 ft. N. and 1000 ft. E. of 
the S. W. corner of Section 15, T.32 N., R. 12 E.). 
The surface elevation is 695± ft. The well was 
drilled to a depth of 97 ft. and was 6 in. in diam-
eter at the top and 3 1/2 in. in diameter at the 
bottom. After a few years , this well did not sup-
ply sufficient water for the village and was aban-
doned and sealed with concrete about 10 ft. below 
the top. 
Well No. 2 was drilled to a depth of 310 ft. 
and located about 10 ft. north of Well No. 1. The 
well is 10 in. in diameter at the top, and 8 in. at 
the bottom and was equipped with a 5 3/4-in. by 
24-in. Gould deep-well pump placed at a depth of 
192 ft. with a suction pipe extending to a depth of 
215 ft. The non-pumping water level in 1914 was 
reported to be 40 ft. below the top. In 1923 the 
well produced 44 gpm. when tested by the State 
Water Survey. In 1934 it was reported that this 
Well No. 2 was seldom used. 
Analysis of a sample (Lab. No. 52524), col-
lected Sept. 29, 1924, showed the water to have a 
hardness of 32.8 gr. per gal., a residue of 704.6 
ppm., and an iron content of 0.1 ppm. 
Well No. 2 has been abandoned and is sealed 
with concrete about 10 ft. below the top. 
Well No. 3 was drilled to a depth of 426 ft. and 
located about 10 ft. north and 60 ft. east of Well 
No. 1. 
The hole record of this well is as follows: 
10-in. diameter from the surface to 17 ft.; 8-in. 
from 17 to 300 ft.; and 6-in. from 300 to 426 ft. 
A tunnel connection was made between Well No. 3 
and Well No. 4 at a depth of 60 ft. 
Well No. 3 was equipped with a 5 3/4-in. by 
36-in. Gould cylinder pump placed at the bottom 
of the well. 
The non-pumping water level in 1914 was r e -
ported to be 40 ft. below the top of the well. In 
1934 it was reported that this well was seldom 
used and was last used in 1938. 
The well has been abandoned and is sealed 
with concrete 10 ft. below the top. 
Well No. 4 was dug 15 ft. in diameter and 60 
MANTENO 
Kankakee County 
Dec. 17, 1947 
ft. deep in 1913, and located about 10 ft. north and 
75 ft. east of Well No. 1. It is walled with concrete 
to a depth of 20 ft. There was a tunnel connection 
with Well No. 3 at a depth of 60 ft. so that this 
well served as a reservoir for Well No. 3. 
The well was originally equipped with a 4-in., 
2-stage American Well Works centrifugal pump 
rated at 600,000 gpd., and driven by a 50-hp. 
Lincoln motor. 
In 1914 this well was furnishing practically 
all of the village supply. At that time the water 
level was reported to be 40 ft. below the top of 
the wells and after pumping 2 hr . , the water l e -
vel was lowered to the bottom of the well. 
Well No. 4 was deepened to a depth of 1292 
ft. by the Ohio Well Drilling Co., Massillon, Ohio, 
in 1926. 
The hole and casing record is shown in Table 
1. 
TABLE 1 
Hole Record 
12-in. from 0 to 330 ft. 
10-in. from 330 to 625 ft. 
8-in. from 625 to 1292 ft. 
Casing Record 
12-in. casing from 0 to 330 ft. 
10-in. casing from 0 to 625 ft. 
The 10-in. casing was pulled, but the 12-in. 
casing is still in place. 
After deepening, Well No. 4 was equipped with 
a 7 1/2-in. by 24-in. American Well Works cyl-
inder pump placed at a depth of 290 ft. and driven 
by a 20-hp. electric motor. The well then fur-
nished the entire village supply and was reported 
to be producing 70 gpm. 
In 1933 the well was equipped as follows: 300 
ft. of 5-in. od. column pipe; 10-in., 8-stage Po-
mona turbine pump, No. K-811, rated at 150 gpm. 
against 290 ft. of head operating at 1760 gpm.; 20-
hp. Westinghouse electric motor, No. 3 - I P 942, 
directly connected to the pump. Par t of this unit 
was installed later in South Well No. 2. 
It was reported in 1934 that, after pumping 
for 5 min. at 125 gpm., the drawdown was 125 ft. 
below a non-pumping water level of 175 ft. 
2 - Manteno 
Analysis of a sample (Lab. No. 56833), col-
lected June 26, 1926, showed the water to have a 
hardness of 35.0 gr. per gal., a residue of 838 
ppm., and an iron content of 0.1 ppm. 
This well was abandoned about 1938. In 1943 
the water level was reported to be 37 ft. The 
pump has been removed. 
In 1918 Lew Kahler, Manteno, drilled a 4-in. 
test-well to a depth of 87 ft. at a location about 
150 ft. north of Well No. 1. It was reported that 
hard yellow rock was encountered at a depth of 
13 ft., hard blue limestone at 22 ft., a light vein 
of water at 50 ft., and a strong vein at 73 ft. This 
test-well was not equipped for pumping. 
A well, known as the South Well No. 1, was 
drilled in 1936 to a depth of 100 ft. by Thomas 
Kramer & Sons, Harvey, and located about 125 
ft. west of the Illinois Central R. R. right-of-way 
and 385 ft. south of Fourth St. South (or approxi-
mately 2700 ft. N. and 50 ft. E. of the S. W. cor -
ner of Section 22). The well was drilled as a 30-
in. hole to a depth of 20 ft. below which it was 
12-in. in diameter . It was cased from the surface 
to a depth of 20 ft. with 12-in. pipe, and the annular 
space outside of the casing was cement grouted. 
The well was reported to have penetrated l ime-
stone at 4 ft. below the surface. The upper part 
of the limestone was broken. The surface eleva-
tion is 675± ft. 
The pump installation, made in 1936, was 
pulled in 1940 and the installation now is : 60 ft. 
of 6-in. column pipe; 8-in., 9-stage Pomona tu r -
bine pump, No. N-1206, having an overall length 
of 5 ft. 6 in., and a rated capacity of 250 gpm. 
against a head of 170 ft., operating at 1750 rpm.; 
10 ft. of 5-in. suction pipe; no air line; 15-hp. 
General Electric motor and a Johnson spiral , 
right-angle drive gear powered by a 40-hp. Buda 
gasoline engine. 
In 1936, the non-pumping water level was r e -
ported to be 17 ft. below the ground surface and 
when tested at that t ime, the well produced 450 
gpm. (free discharge at ground level) with a 
drawdown of over 25 ft. 
In 1939 the non-pumping water level was r e -
ported to be 24 ft. below the pump base , and the 
average discharge of the well was reported to be 
210 gpm. with a drawdown of 25 ft. On Nov. 27, 
1940 the distance to water was 17 ft. below the 
pump base after a 3-hr. non-pumping period. 
Pump operations are alternated with South 
Well No. 2 twice a week. 
Analysis of a sample (Lab. No. 86822), col-
lected Nov. 29, 1939, showed the water to have a 
hardness of 26.9 gr . per gal., a, residue of 560 
ppm., and no iron content. 
In Jan. 1941, Thomas Kramer & Sons drilled 
a well known as the South Well No. 2, at a loca-
tion 260 ft; north of South Well No. 1. This well is 
120 ft. deep below a ground surface elevation of 
680± ft. 
Correlated dr i l l e r ' s log of South Well No. 2 
furnished by the State Geological Survey: 
The well was drilled 30 in. in diameter to a 
depth of 23 ft. and cased with 12-in. pipe to that 
depth below which the hole is 12-in. diameter. 
The annular space outside the casing was filled 
with concrete to a depth of 23 ft. 
A production test was made by the dril ler u s -
ing a Pomona turbine pump placed at a depth of 
97 ft. The non-pumping water level was 28.3 ft. 
below the ground surface and when pumping at 
285 gpm. the drawdown was 18 ft. When pumping 
at 375 gpm. the drawdown was 36 ft. 
The water level returned to within a few 
inches of the pre- tes t level in 7 min. It was r e -
ported that there was considerable interference 
between this well and the South Well No. 1. 
The existing pump installation is 80 ft. of 6-
in. extra heavy bitumastic-coated column pipe; 
8-in., 8-stage Pomona turbine pump No. K 811 
and SA 1357 having a rated capacity of 305 gpm. 
against 200 ft. of head; 20-hp. Westinghouse e lec-
t r ic motor. Pump operations are alternated twice 
a week with South Well No. 1. 
Three hours after the pump was out, on Nov. 
26, 1943, the distance to water was 21 ft. below the 
pump base. 
Analysis of a sample (Lab. No. 112,779), col-
lected Dec. 3, 1947 after 15-min. pumping at 300 
gpm. showed this water to have a hardness of 
27.8 gr . per gal., a residue of 566 ppm., and an 
iron content of 0.2 ppm. 
Manteno - 3 
The water is chlorinated at each pumping s ta-
tion. 
In 1947 pumpage was estimated at 150,000 gpd. 
LABORATORY NO. 112,779 
Illinois State Water Survey - Bulletin No. 40 
The Illinois State Hospital for the Insane at 
Manteno has had 5 wells. 
Well No. 1 was drilled in 1930 by the J. P. 
Miller Artesian Well Co., Brookfield, and is lo -
cated approximately 790 ft. S. and 2000 ft. E. of 
the N. W. corner of Section 26, T. 32 N., R. 12 
E. This well is 1760 ft. deep below a surface 
elevation of 680± ft. 
Sample-study log of Well No. 1 furnished by the 
State Geological Survey: 
The hole and casing record is shown in Table 
1. 
TABLE 1 
Hole Record 
23-in. from surface to 63 ft. 
19 1/2-in. from 63 to 482 ft. 
15-in. from 482 to 1085 ft. 
Casing Record 
23-in. od. casing from surface to 63 ft. 
16-in. od. liner from 303 to 482 ft. 
12 1/2-in. od. liner from 995 to 1085 ft. 
In 1934 it was reported that when pumping at 
a rate of 500 gpm., the drawdown was 266 1/2 
ft. below a non-pumping water level of 34 1/2 ft. 
MANTENO STATE 
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Analysis of a sample (Lab. No. 66932), col-
lected July 16, 1930, showed the water to have a 
hardness of 18.2 gr . per gal., a residue of 330 
ppm., and an iron content of 0.6 ppm. 
This well has been abandoned, and part of the 
casing has been pulled. 
Well No. 2 was drilled in 1934 to a depth of 
156 ft. by William Reed, Manteno, and is located 
575 ft. south and 125 ft. east of Well No. 1. It is 
cased with 6-in. od. pipe to rock at a depth of 17 
ft. below which the hole is 6-in. diameter. 
This well is equipped with an air lift having a 
4-in, eductor pipe extending to a depth of 154 ft. 
In 1934 the well was reported to produce 205 gpm. 
The non-pumping water level in 1938 was 27 ft. 
below the pump base. 
Analysis of a sample (Lab. No. 75465), col-
lected Dec. 12, 1934, showed the water to have a 
hardness of 26.4 gr. per gal., a residue of 497 
ppm., and no iron content. 
This well has not been in service since 1941. 
It is still equipped for pumping and available for 
service. 
Well No. 3 was drilled in 1935 to a depth of 
227 ft. by W. L. Thorne & Co., Des Plaines, and 
located 915 ft. south of Well No. 1. Rock was en-
countered at a depth of 15 ft. 
The hole and casing record is shown in Table 
2. 
TABLE 2 
Hole Record 
14-in. from surface to 120 ft. 
12-in. from 120 to 227 ft. 
Casing Record 
14-in. od. drive pipe from surface 
12-in. od. from 63 to 120 ft. 
The well was originally equipped with an air 
lift having 220 ft. of 6-in. eductor pice. 
A production test was made by the State Water 
Survey on June 19, 1935. Water levels were mea -
sured by 200 ft. of 1/4-in. air line. The non-
pumping water level was 10 ft. below the ground 
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surface. After 7-hr. pumping at a rate of 268 
gpm., the drawdown was 88 ft. 
The non-pumping water level in 1938 was r e -
ported to be 21.3 ft. 
In 1938 the well had been equipped as follows: 
200 ft. of 7"-in. column pipe; 10-in., 5-stage Ster-
ling deep-well turbine pump, No. 3107; 40-hp. 
electric motor. 
Analysis of a sample (Lab. No. 76212), col-
lected June 19, 1935, showed the water to have a 
hardness of 16.3 gr. per gal., a residue of 292 
ppm., and no iron content. 
The well has not been in service since 1941. 
The Sterling turbine pump is still operated oc-
casionally by pumping to waste. 
Well No. 4 was drilled in 1938 to a depth of 
226 ft. by Milaeger & Smyth, Milwaukee, Wis., 
and located 510 ft. south and 445 ft. east of Well 
No. 1 (or approximately 1300 ft. S. and 2450 ft. 
E. of the N. W. corner of Section 26). The su r -
face elevation is 678± ft. Rock was encountered 
at a depth of 19 1/2 ft. The 14-in. od. casing ex-
tends to a depth of 19 1/2 ft., and the well is 12 
in. in diameter from 19 1/2 ft. to 226 ft. 
A production test was made by the State Water 
Survey on Aug. 16, 1938. The test-pump assembly 
was as follows: 180 ft. of 8-in. column pipe; 13-
stage turbine pump, 7 ft. 1 1/2-in. overall length; 
20 ft. of suction pipe. The non-pumping water 
level was 19.7 ft. below the ground level. After 
3-hr. pumping at a rate of 615 gpm., the drawdown 
was 3.8 ft. After 2-hr . pumping at 510 gpm., the 
drawdown was 3.7 ft. 
In 1941 this well had been equipped as follows: 
80 ft. of 8-in. column pipe; 12-in., 4-stage Ster-
ling deep-well turbine pump, No. S 2814; 50-hp. 
electric motor. 
Analysis of a sample (Lab. No. 84069), col-
lected Aug. 16, 1938, showed the water to have a 
hardness of 29.7 gr . per gal. , a residue of 619 
ppm., and an iron content of 0.1 ppm. 
The well has not been in service since 1941. 
The Sterling turbine pump is operated occasion-
ally by pumping to waste. 
Well No. 5 was drilled in 1940 to a depth of 
225 ft. by Milaeger & Smyth, and is located about 
3000 ft. south of Well No. 1 (or approximately 
1600 ft. N. and 2600 ft. W. of the S. E. corner of 
Section 26). This well is cased with 10 ft. 2 in. 
of 16-in. drive pipe. The well penetrated 4 ft. 6 
in. of glacial drift, and the remaining depth was 
in dolomite. 
A production test was made by the dri l ler in 
Jan. 1940. It was reported that the well produced 
390 gpm. with a drawdown of 121 ft. below a non-
pumping water level of 19 ft. In 1941 when the 
pump was operating at a rate of 500 gpm. for 16 
or more hr . per day, the pumping water level 
was 179 ft. 
In 1941 it was reported that Wells No. 1, 2, 
3, and 4 together were producing about 500 gpm., 
or about half the institution's demand, and that 
Well No. 5 was also producing about 500 gpm. 
This well has not been in service since 1941. 
It is still equipped with a 10-in., 14-stage Ster-
ling turbine pump, No. S436, and 75-hp. electric 
motor which is operated occasionally by pumping 
to waste. 
Since 1941 all water used at this institution 
has been obtained from the Kankakee Water Co. 
The average consumption is 1 mgd. Water used 
for drinking and sanitation purposes is r e -
chlorinated. The water is softened for steam 
production, hot water, and domestic purposes. 
I l l ino is S ta te W a t e r Su rvey - Bul le t in No. 40 
The v i l lage of Maple P a r k (398) ins ta l l ed a 
publ ic w a t e r supply in 1894. 
The s o u r c e of the supply was a wel l r e p o r t e d 
to be 6- in . d i a m e t e r and 300 ft. d eep . I t is located 
about 20 ft. south of Main St. and 215 ft. e a s t of 
L i b e r t y St. ( approx ima te ly 700 ft. S. and 1400 ft. 
E . o f the N. W. c o r n e r of Sect ion 3 1 , T. 40 N. , R. 
6 E . ) . The e leva t ion of the ground sur face is 
865± ft. 
A p roduc t ion of 40 gpm. was r e p o r t e d in 1915. 
About 1920 the non-pumping w a t e r l eve l was 127 
ft. be low the pump b a s e . In 1939, the wel l was 
found to be b r idged at a point 75 ft. above the b o t -
t o m . When the b r idge was r e m o v e d t h e r e was no 
change in w a t e r level but an i n c r e a s e in p r o d u c -
t ion . The non-pumping w a t e r l eve l was 155 ft. 
be low the pump b a s e . 
T h i s wel l h a s not b e e n used s ince Oct . 1946. 
It is s t i l l equipped with a p lunger pump and a 5-
h p . G e n e r a l E l e c t r i c m o t o r . 
In 1946, a new wel l was finished at a depth of 
134 ft. by the Layne W e s t e r n C o . , Ch icago , and 
loca ted about 80 ft. no r th of Main St. and 240 ft. 
w e s t of L i b e r t y St. ( approx ima te ly 450 ft. S. and 
950 ft. E. of the N. W. c o r n e r of Sect ion 31). 
E leva t ion of the ground sur face is 865± ft. 
The we l l was c a s e d with 117 ft. of 10-in. pipe 
be low which was i n s t a l l ed a 20-f t . length of 8 - in . , 
No. 10 s lo t s c r e e n . The top 3 ft. of the s c r e e n 
was lead s e a l , the next 15 ft. was s lot ted and the 
bo t t om 2 ft. was b lank . 
A produc t ion t e s t w a s m a d e by M r . Clifford 
Ash ley , e n g i n e e r , on Oct . 1, 1946. After 3-min. 
pumping at 132 g p m . the drawdown was 85 ft. 
f r o m a non-pumping w a t e r l eve l of 19 ft. below the 
top of c a s i n g . T h i s drawdown r e m a i n e d cons t an t 
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for the r ema in ing 3 1 /2 -h r . pe r iod of the t e s t . 
T h r e e m i n . af ter shut -down the w a t e r level was 
19 ft. 
The following d r i l l e r ' s log of a t e s t wel l d r i l l e d 
a t the s i te was furn ished by the State Geolog ica l 
Survey with c o r r e l a t i o n s : 
The ex i s t ing pump ins t a l l a t ion , m a d e on Oct . 
7, 1947, i s : 110 ft. of 6- in . co lumn pipe; 10- in . , 
10 - s t age Layne tu rb ine pump , No. 15823, havin'g 
a r a t e d capac i ty of 100 gpm. aga in s t 200 ft. of 
head at 1150 r p m . ; t h e o v e r a l l length of the p u m p 
is 6 ft. 1 in . ; 10 ft. of 4 - i n . suct ion p ipe ; 108 ft. 
8 in . of 1 / 4 - i n . g i . a i r l i ne ; 7 1 / 2 - h p . W e s t i n g -
house e l e c t r i c m o t o r . 
Ana lys i s of a s a m p l e (Lab . No. 111,419) c o l -
lec ted Aug. 7, 1947, after 3 - h r . pumping at 100 
gpm. showed th i s w a t e r to have a h a r d n e s s of 19.1 
g r . pe r ga l . , a r e s i d u e of 351 p p m . , and an i r o n 
content of 2.4 p p m . 
P u m p a g e i s e s t i m a t e d a t 30,000 gpd. 
LABORATORY NO. 111,419 
Illinois State Water Survey - Bulletin No. 40 
The city of Marengo (2034) installed a public 
water supply system in 1893. 
The first installation consisted of a shallow 
dug well 20 ft. in diameter and 15 ft. deep, and 
located at the northeast corner of Telegraph and 
State St. (approximately 57 ft. N. and 70 ft. E. of 
the S.W. corner of Section 25, T. 44 N., R. 5 E.). 
The ground surface elevation is 810± ft. The en-
t i re depth, except 3 ft. of black soil and clay at 
the surface, is° in a formation of sand and gravel 
from which the water supply is obtained. 
On May 27, 1924 a 10-hr. production test was 
made by Randolph-Perkins Co., Chicago. The 
rate of pumping at the start of the test averaged 
about 160 gpm. and decreased to an average of 
150 gpm. during the latter part of the test . The 
water level in the well was lowered from a depth 
of 8 ft. 4 in. below the top of the well curb (2 ft. 
above ground surface) to a depth of 13 ft. after 
5 1/2-hr. pumping and at the end of the test , when 
the pumping rate was slightly less , the water l e -
vel had raised 2 in. 
A second production test of 12-hr. duration 
was made on Nov. 12, 13, 1924. Ground water 
conditions were practically the same as during 
the May 27, 1924 test . The water level after 
lowering 4 ft. 8 in. remained stationary when 
pumping at a rate of 150 gpm. 
This well continued in service until about 
1938 when it was abandoned and filled to the o r i -
ginal ground level. 
To provide an adequate water supply for 
domestic purposes and fire protection during in-
tervals of drought a second well was constructed 
in 1925. This well is located about 70 ft. northeast 
of the original well (approximately 100 ft. N. and 
130 ft. E. of the S. W. corner of Section 25). It has 
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a diameter of 25 ft. and a depth of 21 ft. and was 
originally connected to the older well by a 4-in. 
pipe laid about 15 ft. below the ground level. 
Since 1938 this well has been the source of 
the entire public water supply. On July 15, 1947 
the following measurements were made below the 
ground surface: Non-pumping water level, 7 ft. 
4 in.; pumping water level, 11 ft. 8 in. after 3-hr. 
pumping at 150 gpm.; depth of well was 20.6 ft. 
The available pumping equipment consists of 
3 American Well Works centrifugal pumps. One 
pump, Fig. S1MD, Size 2, Shop No. 48563, having 
a rated capacity of 150 gpm. against 85-lb. p r e s -
sure is powered by a 15-hp. General Electric mo-
tor and is in service about 20 hr . daily. Another 
pump, Fig. S1MD, Size 3, Shop No. 48638, rated 
at a capacity of 450 gpm. against 85-lb. pressure 
and powered by a 40-hp. General Electric motor 
is used for emergency purposes. The other 
pump, Fig. S1ED, Size 3, Shop No. 45639, has a 
rated capacity of 450 gpm. against 85-lb. p r e s -
sure . It is powered by a50-hp.Buda gasoline en-
gine and serves as a standby unit. 
In Aug. 1946, following a protracted period of 
drought, the water level in the well was lowered 
to the bottom after pumping for an hr . at a rate 
of 450 gpm. After 15 min. of idle period, the wa-
ter level rose to its normal standing level. 
Analysis of a sample (Lab. No. 111,091), col-
lected July 15, 1947 after 3-hr. pumping at 150 
gpm. showed this water to have a hardness of 22.0 
gr . per gal., a residue of 412 ppm., and an iron 
content of 0.2 ppm. 
The largest industrial consumers are Arnold 
Engineering Co., McGill Metal Products Co., and 
Marengo Foundry Co. The estimated pumpage is 
180,000 gpd. 
LABORATORY NO. 111,091 
I l l i no i s State Wa te r Survey - Bul le t in No. 40 
A public w a t e r supply was ins t a l l ed by the c i ty 
of M a r o a (1033) in 1892. 
Wate r was obtained o r ig ina l ly f r o m one 8- in . 
d i a m e t e r and two 6- in . d i a m e t e r tubular w e l l s , 
f r o m 83 to 85 ft. in depth below a ground sur face 
e leva t ion of 720±ft. In 1912 the non-pumping w a -
t e r l eve l was about 42 ft. below the ground s u r f a c e . 
All we l l s w e r e loca ted a t the pumping s t a t ion , 
with the 8- in . wel l at the nor th end and the two 
6- in . w e l l s l oca t ed 24 ft. e a s t and 25 ft. and 39 ft. 
sou th . The 8- in . we l l , now known as Well No. 1, 
o r ig ina l ly had 10 ft. of 8- in . s c r e e n at the bo t tom 
and in 1917 w a s r e c a s e d with 75 ft. of 6- in . p ipe . 
In 1920, one of the o r ig ina l 6- in . we l l s was 
abandoned and a 10- in . wel l was d r i l l e d by A. D. 
Cook. Six feet of Cook s c r e e n , with No. 12 s lo t 
open ings , was p laced in the bo t t om of the we l l . In 
1921, the product ion r a t e f r o m the t h r e e we l l s 
was e s t i m a t e d to a v e r a g e 300 gpm. L a t e r a l l 
we l l s w e r e abandoned and fi l led except Well No. 
1. 
In 1938, Well No. 1 was r e p o r t e d to be equipped 
with 70 ft. of 3 1/2- in . co lumn pipe; 6- in . , 3 - s t age 
F a i r b a n k s - M o r s e tu rb ine p u m p , No. 22137, r a t e d 
a t 75 gpm. a t 3600 r p m . ; 5-hp . F a i r b a n k s - M o r s e 
e l e c t r i c m o t o r . 
Well No . 1 i s ma in t a ined as an e m e r g e n c y s u p -
ply unit and is e s t i m a t e d to yield 90 g p m . 
In J an . 1931, a g r a v e l - p a c k e d we l l , now known 
as Well No. 2 , was comple ted and loca ted 67 1/2 
ft. south and 7 ft. wes t of Well No. 1 (or a p p r o x i -
m a t e l y 730 ft. N. and 50 ft. E. of the S. W. c o r -
ne r of Sect ion 2, T. 18 N. , R. 2 E . ) . 
MAROA 
Macon County 
Aug. 30 , 1948 
C o r r e l a t e d d r i l l e r ' s log of Well No. 2 furn ished 
by the State Geological Survey: 
The outer cas ing cons i s t ed of 24- in . pipe f rom 
the su r face to 60 ft. and 20- in . pipe f r o m 60 to 76 
ft. The inner cas ing cons i s t ed of 12- in . pipe f rom 
the su r f ace to 76 ft. and a 5-ft. length of Con t in -
enta l Well s c r e e n . A 2-ft . p a c k e r was p laced at 
the bo t tom making the effective s c r e e n length 3 
ft. 
When new, the wel l p roduced w a t e r at a r a t e 
of 250 gpm. with a drawdown of 36 ft. f r o m a 
w a t e r level of 33 ft. below the ground s u r f a c e . 
L a t e r the product ion r a t e dec l ined to 25 to 35 
gpm. with a drawdown of 38 ft. In 1938 the p r o -
duct ion had been r e s t o r e d to 75 gpm. by b a c k -
wash ing with a f i re h o s e . Methane gas was p r e s e n t 
in the w a t e r f r o m th i s wel l in a c o n c e n t r a t i o n of 
12.8 cu . ft. pe r 1000 ga l . 
Well No. 2 h a s b e e n abandoned. I t i s r e p o r t e d 
tha t a s ack of cemen t was d ropped in the ca s ing 
to s e a l i t . Ef for ts to c l ean the s c r e e n by a c i d i z -
ing w e r e u n s u c c e s s f u l . The pumping equipment 
was i n s t a l l e d in Well No. 3 . 
Well No . 3 was d r i l l e d to a depth of 288 ft. 
by M. E b e r t C o . , Washington, and loca ted 24 ft. 
LABORATORY NO. 115,662 
2 - M a r o a 
e a s t of Well No. 2. A t e s t wel l had been d r i l l ed 
to the s a m e depth. Well No. 3 was c a s e d with 8-
in . pipe and wi th a 22-f t . length of s c r e e n . 
The pump ins t a l l a t ion , r e m o v e d f r o m Well No. 
2 and ove rhau led , c o n s i s t s of 70 ft. of 5 - in . 
co lumn pipe; 7 - in . , 12-s tage F a i r b a n k s - M o r s e 
tu rb ine p u m p , No. 6085, r a t e d at 150 gpm. at 1800 
r p m . ; 15-hp. 1800 r p m . F a i r b a n k s - M o r s e e l e c -
t r i c m o t o r . The pump i s o p e r a t e d a t a d i s c h a r g e 
r a t e of 110 gpm. aga in s t a p r e s s u r e of 40 p s i . 
Well No. 3 is the so le s o u r c e of supply. 
Ana lys i s of a s amp le (Lab . No. 115,662), c o l -
lec ted Aug. 24, 1948 af ter 4 - h r . pumping at 110 
gpm. showed th i s wa te r to have a h a r d n e s s of 
19.0 g r . pe r g a l . , a r e s i d u e of 522 p p m . , and an 
i r o n content of 0.8 p p m . 
All w a t e r i s a e r a t e d and sof tened. Ana lys i s 
of a s amp le (Lab . No. 115,785), co l lec ted Aug. 
24 , 1948 showed the t r e a t e d wa te r to have a h a r d -
n e s s of 3.5 g r . pe r ga l . , a m i n e r a l content of 371 
p p m . , and a t r a c e of i r o n . 
Pumpage i s e s t i m a t e d to a v e r a g e 46,200 gpd. 
LABORATORY NO. 115,785 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed in 1947-48 
for Marquette Heights, an unincorporated town-
site development by Byrne-Peoria Communities, 
Inc. 
Well No. 1 was completed to a depth of 125 ft. 
in Nov. 1947 by M. Ebert Co., Washington, and 
located at the town-site about 3/4 mile south of 
Creve Coeur, or approximately 1770 ft. S. and 
2050 ft. E. of the N. W. corner of Section 13, T. 25 
N., R. 5 W. The ground elevation at the well is 
483.8 ft. The dr i l l e r ' s log shows a fine sand s t ra -
tum between 43 and 125 ft. depth. In a 4-in. tes t 
hole, 200 ft. north, shale was reported at 127.5 ft. 
The well is cased with 12-in. pipe from 1.8 
ft. above to 101.8 ft. below ground surface and 
with 25 ft. of 12-in. Johnson Everdur bronze 
screen. The upper 15 ft. of the screen has No. 30 
slot openings and the lower 10 ft. has No. 20 slot. 
A production test was made on Nov. 21, 1947 by 
the dr i l ler . The temporary pumping equipment 
consisted of an 8-in., 3-stage Pomona turbine a t -
tached to 86 ft. of 6-in. column pipe. Before, 
pumping, the water level was 50.2 below the top 
of the casing. After 2-hr. pumping at 486 gpm. 
the drawdown was 10.0 ft. The pumping rate was 
then gradually decelerated to 300 gpm. and at 30 
minutes the drawdown was 3.2 ft. The pumping 
rate was then gradually accelerated to 400 gpm. 
and after 1 hr.-, the drawdown was 6.2 ft. After 
stopping the pump, the recovery of the water l e -
vel to 50.2 ft. was almost instantaneous. During 
the test , an automatic water level recorder , p ro -
perty of the State Water Survey, was installed in 
the 4-in. test hole, 300 ft. north of Well No. 1. 
Before starting the pump for the test, the water 
level in the test-hole was 0.2 ft. higher than in 
the well and after 1 h r . 46 min. of the test the 
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water level in the test-hole was lowered 0.05 ft. 
Analysis of a sample (Lab. No 112;687) col-
lected Nov. 21, 1947 after pumping 1 h r . 46 min. 
at 484 gpm., showed this water to have a hardness 
of 23.8 gr. per gal., a residue of 445 ppm., and 
an iron content of 0.2 ppm. 
Well No. 2 was drilled to a depth of 122 ft. in 
Jan. 1948 by Ebert and Co. and located 175 ft. 
north and 65 ft. east of Well No. 1. The elevation 
of the top of the casing is 485.29 ft. The well is 
cased with 93 ft. 4 in. of 12-in. steel pipe and 30 
ft. exposed of 12-in. Johnson Everdur bronze 
screen, having No. 20 slot openings. 
A production test was made by the dril ler on 
Feb. 25, 1948. Before pumping, the water level 
was 50.5 ft. below the top of the casing and, after 
2-hr . pumping at a rate of 467 gpm. the drawdown 
was 9.8 ft. During the pumping, the water level 
in Well No. 1 was lowered 0.13 ft. and was lower-
ed 0.10 ft. in test well No. 3, about 200 ft. north-
erly from Well No. 2. 
Well No. 3 was drilled to a depth of 125 ft. in 
May 1948 by Ebert and Co. and located 315 ft. 
north and 55 ft. east of Well No. 2. The elevation 
of the top of the casing is 487.61 ft. Shale was 
reported at a depth of 125 ft. The well is cased 
with 12-in. pipe with a 12-in. Johnson Everdur 
bronze screen at the bottom. 
A production test was made by the dri l ler on 
May 19, 1948. Before pumping, the water level 
was 49.4 ft. below the top of the casing and after 
2-hr. pumping at 495 gpm., the drawdown was 9.5 
ft. 
LABORATORY NO. 112,687 
Illinois State Water Survey - Bulletin No. 40 
A public water supply for the city of Marseilles 
(4455) was installed by a private corporation in 
1902. The water works are now owned by the Il-
Illinois Power & Light Co. 
The first well was located in the west central 
part of the city between the Illinois River and the 
Illinois-Michigan Canal, and about 1000 ft. east of 
the pumping station and the hydro-electric plant. 
The well is now enclosed in a 8-story building 
owned by the National Biscuit Co. It was drilled 
into sandstone at a depth of 600 ft. below a ground 
surface elevation of 500t ft. The diameter was 
reported to be 8 in. at the top and 6 in. at the 
bottom, with casing extending from the surface 
to 125 or 150 ft. In 1915 the artesian flow was 
estimated at 67 gpm. In 1919 it became neces-
sary to operate the air lift continuously. In 1920 
the National Biscuit Co. acquired possession of 
the land on which this well was located. The well 
was cleaned out, re-cased through the St. Peter 
sandstone with 6-in. pipe, and drilled to a depth 
of 615 ft. The natural flow was reported to be in-
creased to 45 or 50 gpm. 
Analysis of a sample (Lab. No. 42434), col-
lected Jan. 14, 1920 before the well was recased, 
showed the water to have a hardness of 21.9 gr. 
per gal., a mineral content of 596 ppm., and an 
iron content of 0.1 ppm. 
Analysis of a sample (Lab. No. 42901), col-
lected May 20, 1920 after cleaning out, deepening, 
and re-casing the well, showed the water to have 
a hardness of 17.7 g r .pe r gal., a mineral content 
of 482 ppm., and an iron content of 0.3 ppm. 
A sandstone well was drilled at the pumping 
station soon after the 600-ft. well had been con-
structed. The pumping station and hydro-electric 
plant is located about 1/2 mile west of Main St. 
on the bank of the Illinois River. The well was 
800 ft. deep and 8 in. in diameter at the top and 
6 in. in diameter at the bottom and also about 125 
to 150 ft. of casing. In 1915 the free flow of this 
well was estimated at 45 gpm. and in Feb. 1920 
was 25 gpm. 
This well has been plugged. 
In Feb. 1920, when the National Biscuit Co. 
acquired the city's 600-ft. well, it had a new well 
drilled for the city. The well, now called Well 
No. 2, was located near the pumping station and 
about 100 ft. distant from the 800-ft. well. The 
well was drilled by Wm. Cater, Chicago, to a depth 
of 670 ft. below a ground surface elevation of 485-
ft. Around the top of the well, a pit was constructed 
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6 ft. square and 5 ft. deep. 
At about 602-ft. depth the flow of water in-
creased. The drilling was continued in the hope of 
obtaining a greater flow, but no greater flow was 
found. When the well was completed the pressure 
at the ground surface was 141b. and the free flow 
was 120 gpm. 
The hole and casing record is shown in Table 
1. 
TABLE 1 
Hole Record 
10-in. from 368 to 670 ft. 
Casing Record 
12-in. from 0 to 120 ft. 
10-in. from 0 to 368 ft. 
Water is pumped by air lift which has been 
used continuously for the past year, prior to 
which, for about 10 years , the well had been 
maintained for emergency use only. 
Analysis of a sample (Lab. No. 110,854), col-
lected June 26, 1947 from a tap in the pump house, 
showed the water in Well No. 2 to have a hard-
ness of 22.3 gr. per gal., a residue of 575 ppm., 
and an iron content of 0.1 ppm. 
The analysis indicates the presence of an ap -
preciable proportion of water from the St. Peter 
sandstone. 
The water is chlorinated. 
In 1931, Well No. 3 was drilled to a depth of 850 
ft. by W. L. Thorne Co., Des Plaines. It is lo-
cated 100 ft. north of the Rock Island R. R. tracks 
and 1 1/2 blocks west of Main St. (or approxi-
mately 1700 ft. N. and 1400 ft. W. of the S. E. 
corner of Section 13, T. 33 N., R. 4 E.). 
During the construction of the well, the casing 
was camaged at 180-ft. depth by the whipping of 
the cable. Repairs were made by removing the 
top 180 ft. and placing a 12-in. coupling on the 
bottom of the 180 ft. A 14-in. od. pipe was weld-
ed on the outside of the coupling. A short section 
of 10-in. id. pipe was fastened on the inside of the 
coupling. The space between the. 10-in. and 14-in. 
pipes was filled with lead, and the top string of 
pipe was lowered and driven hard against the 
lower string of pipe in order to drive the lead 
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around the top of the lower pipe. 
Sample-study log of Well No. 3 furnished by the 
State Geological Survey: 
The hole and casing record is shown in Table 
2. 
TABLE 2 
Hole Record 
16-in. from 0 to 365 ft. 
12-in. from 365 to 850 ft. 
Casing Record 
12-in. from 0 to 365 ft. 
The well is equipped with an air lift pump and 
90 ft. of 6-in. eductor pipe, the lower 5 ft. of which 
is perforated with 120 holes, each 3/16 in. in dia-
meter . The perforated section is enclosed in a 
5-ft. cylindrical drum made of 10-in. pipe and 
serving as a foot piece. A 1 1/2-in. air pipe is 
welded into the drum. 
During drilling operations when a depth of 500 
ft. was reached, water flowed at the surface; when 
at 795 ft., the flow was 60 gpm. at an elevation 3 
ft. above the ground surface; and when the well 
was completed, the hydrostatic pressure reached 
approximately 15 ft. above the surface. However, 
the level at any t ime, depended on the number of 
nearby wells which were operating. It was r e -
ported to average 3 ft. above the ground surface. 
A production test was made, and the production 
ra tes and drawdowns, when discharging at 3 ft. 
above the surface, were: 
Analysis of a sample (Lab. No. 110,856), col-
lected June 26, 1947, showed the water from Well 
No. 3 to have a hardness of 17.9 gr. per gal., a 
residue of 449 ppm., and an iron content of 0.1 
ppm. The quality appears to be typical for wa-
te r s from the New Richmond sandstone. 
Pumpage is estimated to average 300,000 gpd. 
LABORATORY NO. 110,856 
Illinois State Water Survey - Bulletin No. 40 
The city of Marshall (2758) installed a public 
water supply in 1900. 
Water has always been obtained from wells 
located in the valley of Big Creek, adjacent to 
U. S. Highway No. 40, about 2.15 mile east of 
State Highway No. 1. 
The first source of supply consisted of six 
6-in. wells driven to depths of 16-20 ft. These 
wells were abandoned prior to 1914. 
Five wells were drilled between 1904 and 1914 
and located north of the pumping station and be -
tween 25 and 45 ft. west of Big Creek (approxi-
mately 100 ft. N. and 2200 ft. W. of the S. E. cor -
ner of Section 8, T. 11 N., R. 11 W.). The ground 
surface elevation is 490± ft. 
The well's were 10 in. in diameter, and, num-
bered from 1 to 5, were, 40, 43, 50, 50 and 55 ft. 
deep, respectively. 
Correlated dr i l le r ' s log of Well No. 5 furnished 
by the State Geological Survey: 
Each well was cased with 10-in. pipe, and 
equipped with 17 ft. of Cook s t ra iner , having No. 
14 slot openings. 
It was reported that the water level varied 
with the water level in Big Creek. 
These wells furnished the entire supply until 
1916, and were held in reserve for emergency use 
until shortly after 1916. In 1922, the wells were 
not in use, and the water level in the well nearest 
Big Creek was reported to be 9.6 ft. below the top 
of the casing. With the exception of this well, all 
other of the old 10-in. wells have been filled and 
completely obliterated. On June 7, 1948 the depth 
to water from the top of the casing (0.5 ft. above 
ground) was 9.5 ft. after the pumps in the East 
and West Wells had been operating 5 hr . at a com-
bined rate of 400 gpm. At that t ime, the water 
surface in Big Creek was 0.7 ft. higher than the 
water level in the well. On June 9, 1948 the 
depth to water was 9.3 ft. from the top of the 
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casing after 10-hr. pumping in the East and West 
Wells. 
The top of the casing is 11 ft. below the pump 
base in the West Well. The old 10-in. well is 37 
ft. northeast of the East Well and 46 ft. northeast 
of the West Well. 
The East Well was dug in 1916, and located 
about 11 ft. north of the pumping station. This 
well is 6 ft. in diameter and is cased with 5-ft. 
sections of boiler plate, riveted together, extend-
ing from 2 1/2 ft. above to 27 1/2 ft. below the 
ground surface. 
The non-pumping water level in 1922 was r e -
ported to be 20.4 ft. below the top of the casing. 
The sand was reported to have been cleaned from 
the well in 1936. In 1938, it was reported that a 
6-in. hole had been drilled in the bottom of the 
well to a depth of 42 ft., and that 8 radial slotted 
pipes (1 1/4 to 2 in. in diameter and up to 15 or 
20 ft. long) had been jacked out around the well. 
The well was reported to be 42 ft. deep in 1938. 
Analysis of a sample (Lab. No. 38796) col-
lected Jan. 7, 1918, showed the water to have a 
hardness of 14.1 gr. per gal., a residue of 286 
ppm. and no iron content. 
The West Well was drilled in 1920, and lo-
cated 14 ft. (center to center) west of the East 
Well. The well was reported to have been s imi-
lar on construction to the East Well. Sand was 
cleaned from the well in 193 6. 
In 1938, it was reported that 6 radial pipes 
(1 1/4 to 2 in. in diameter, and up to 15 or 20 ft. 
long) were jacked out around the well, about 4 ft. 
above the bottom. The well was reported to be35 
ft. deep. 
Analysis of a sample (Lab. No. 83709) col-
lected June 17, 1938 showed the water to have a 
hardness of 15.1 gr. per gal.; a residue of 347 
ppm., and an iron content of 0.01 ppm. 
When the water system was first installed, 
water was pumped from the well through common 
suction pipes by a 7-in. by 8-in. Smith Vaile t r i p -
lex pump, directly connected to a Marinette gaso-
line engine. In 1906, the pumping station was en-
larged, and a boiler and an 11-in. by 17-in., by 
8 1/2-in. by 18-in. McGowan plunger pump, hav-
ing a capacity of 750,000 gpd., was installed. In 
1913, 1918 and in 1938 new pumping equipment 
was installed. In 1942, the 2 wells were con-
nected by a 6-in. pipe placed about 20 ft. below the 
2 - Marshall 
tops of the wells, so that water could flow from 
either well to the other. The pumping equipment 
then installed in the West Well consisted of 20 ft. 
of 6-in. column pipe; 7-in. 12-stage Pomona tu r -
bine pump No. SB 939, rated at 550 gpm., against 
135 psi . , operating at 1760 rpm.; 3 ft. of tapered 
s trainer; 60-hp. Westinghouse Electric motor No. 
23 EM 1874 operating at 1760 rpm. There is no 
air line. 
The pump base is 7.9 ft. above the cap of the 
West Well and 7.4 ft. above the cap of the East 
Well. The normal non-pumping water level is 
19.6 ft. below the pump base. The maximum 
pumping water level is limited by the position of 
the connecting pipes, 27.9 ft.belowthe pump base. 
On June 9, 1948 the pumping water level was 
25.1 ft. below the pump base after 3/4-hr . pump-
ing at 400 gpm. 
Analysis of a sample (Lab. No. 114,961) of 
water from both wells collected June 7, 1948 after 
4 1/2-hr. pumping, showed the water to have a 
hardness of 17.2 gr. per gal., a residue of 338 ppm. 
and an iron content of 0.1 ppm. 
In 1943, the Pennsylvania R.R., the New York 
Central R.R., and the Velsicol Corporation were 
using about 250,000 gpd., or about half of the daily 
pumpage. In June 1948 the Velsicol Corporation 
was using water at a rate of 120 gpm. and had r e -
quested an additional 150,000 gpd. 
Total metered pumpage for the city, from June 
7, 1947 to June 7, 1948 averaged 444,000 gpd. 
LABORATORY NO. 114,961 
Illinois State Water Survey - Bulletin No. 40 
The city of Martinsville (1296) installed a pub-
lic water supply in 1923. The system was com-
pleted about 1928. 
Water is obtained from wells located in the 
southwest part of the city in the valley of Little 
Creek. 
Well No. 1 was dug in 1923 and located about 
350 ft. west of Union St. and 150 ft. north of Clay 
St. extended (or approximately 1660 ft. N. and 
1440 ft. W. of the S. E. corner of Section 7, T. 
10 N., R. 13 W.). The ground surface elevation 
is 560± ft. The well was drilled to an unknown 
depth and the top was dug to a diameter of 17 ft. 
and lined with concrete to serve as a reservoi r . 
The well was equipped with a centrifugal pump 
driven by a 30-hp. Ideal Electric Motor No. 3001. 
In 1927 the non-pumping water level was 13 
ft. below the ground surface. 
It was reported that the well was not used much 
in 1927, because of caving. 
Well No. 2 was drilled about 1927 by a Mr. 
Leatherman, Martinsville, and was located 30 ft. 
south of Well No. 1. The well is about 50 ft. deep 
and cased with 8-in. pipe to an unknown depth. 
The size and type of screen are unknown. The 
well has not been in service for several years and 
is temporari ly maintained for emergency. In 
July, 1948, after completion of Well No. 4, a p ro -
duction test was made, in Well No. 2, using a 
temporary pump with the bottom of the suction 
set at 42 or 43 ft. below ground level. With the 
pump in Well No. 4 operating, the water level in 
Well No. 2 was 22.0 ft. below ground level. The 
pump in Well No. 2 was then operated at a rate 
slightly below that at which it would break suc-
tion. After 1-hr. pumping at 24 gpm., the draw-
down in Well No. 2 was about 20 or 21 ft. 
Well No. 3 was drilled by Mr. Leatherman 
about 1927 and was located about 75 ft. south-
west of Well No. 1. This well was reported to be 
53 ft. deep and cased with 8-in. pipe. In 1927, 
Well No. 3 produced about 148 gpm. and was in 
service about 1 1/2 hr . daily. The well furnished 
the principal supply until Aug. 1948 when it was 
abandoned and the pump removed and installed in 
Well No. 4. 
In July 1948, the casing and screen had been 
removed and the hole filled. 
Analysis of a sample (Lab. No. 114,963), col-
lected June 5, 1948 after 22-hr. pumping at 65 
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gpm., showed the water to have a hardness of 18.7 
gr. per gal., a residue of 500 ppm., and an iron 
content of 1.7 ppm. 
Ates twel l is reported to have been drilled to 
a depth of 90 ft. in 1937, and located on the east 
side of Randall St. between Bond and Vine St. (or 
approximately 1700 ft. S. and 1000 ft. W. of the 
N. E. corner of Section 7). The ground surface 
elevation is 605± ft. 
Correlated dr i l l e r ' s log of test well furnishedby 
the State Geological Survey: 
The hole was abandoned. 
In July 1948, a test hole was drilled by Cecil 
Griffy, Vale, and located 210 ft. northeast of Well 
No. 4 and 195 ft. from Well No. 2. The drilling 
was discontinued at a depth of 150 ft., when no 
water was encountered at or above that depth. 
Well No. 4 was completed in July 1948 at a 
depth of 51 ft. by Cecil Griffy, and located 80 ft. 
northwest of Well No. 2 (or approximately 1720 
ft. N. and 1510 ft. W. of the S. E. corner of Sec-
tion 7). Fine sand and gravel, grading to medium 
corase sand and heavy gravel were encountered 
between depths of 34 and 51 ft. 
The well was cased with 8-in. pipe from 3 ft. 
8 in. above to 45 ft. below ground level and with 
6 ft. exposed length of 7 1/2-in. Cook screen. 
The screen had No. 20 slot openings and an over-
all length of 7 ft. 2 in. A lead packer was placed 
between the casing and the top of the screen. 
The pumping assembly consists of 30 ft. of 4-
in. column pipe; 19-stage Pomona turbine pump, 
No. SD317 having an overall length of 8 ft.; 15 ft. 
of suction pipe; 5-hp. General Electric motor. 
The bottom of the suction is 53 ft. below the top of 
the casing or 1 ft. 8 in. above the bottom of the 
well. 
A production test was made by the State Wa-
ter Survey on July 27, 1948. The pump had been 
in service, pumping into the distribution system 
at a rate of 55 to 60 gpm., for several days b e -
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fore the t e s t , but had been idle for 4 h r . j u s t b e -
fore the t e s t was s t a r t e d . The w a t e r level w a s 
then 18.2 ft. below the top of the c a s i n g . After 
3 - h r . 4 0 - m i n . pumping a t 59 1/2 gpm. the d r a w -
down was 18.3 ft., and af ter a to ta l of 6 - h r . 
pumping at a final r a t e of 81 gpm. the d rawdown 
w a s 32.4 ft. Dur ing the t e s t of Well No. 4 , f r e -
quent o b s e r v a t i o n s w e r e made of w a t e r l eve l in 
Well No. 2 f r o m which i t was ca lcu la ted tha t 
af ter pumping 24 h r . in Well No. 4 at a r a t e of 55 
to 60 gpm. , the i n t e r f e r e n c e in Well No. 2 would 
be 5 ft. or m o r e . 
Ana lys i s of a s ample (Lab . No. 115,408) c o l -
l ec ted July 27, 1948 af te r 5 - h r . pumping at 81 
gpm. showed the wate r to have a h a r d n e s s of 
18.9 gpm. , a r e s i d u e of 489 p p m . and an i r o n 
content of 4.0 ppm. 
All wa te r i s c h l o r i n a t e d . The c i ty owns an 
i r o n r e m o v a l and softening p lant but i t was not in 
o p e r a t i o n . 
M e t e r e d pumpage f r o m F e b . 8 , 1946to F e b . 8 , 
1947 a v e r a g e d 59,000 gpm. 
LABORATORY NO. 114,963 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by Mason 
City (1984) in 1889. 
Water was obtained originally from a well 
drilled in 1889 by W. Turner & J. W. Fielder, 
Mason City, and located at the pumping station 
on the east side of Tonica St. south of High St. 
The well was 200 ft. deep below a ground surface 
elevation of 585t ft., and cased with 80 ft. of 10-
in. pipe; 55 ft. of 8-in. pipe; 45 ft. of 6-in. pipe; 
and 16 ft. of 6-in. Cook strainer at the bottom of 
the well. This well was abandoned about 1928. 
A second well was drilled about 1895 by J. D. 
Mount, Mason City, and located within the pump 
station about 20 ft. northeast from the first well. 
The well was reported to be of the same depth 
and to be cased exactly as the older well. Each 
well was equipped with a 7 7 / l6- in . Cook deep-
well pump operated at 20 spm. The working b a r -
re l s were placed at 85 ft. 
Correlated dr i l l e r ' s log of well drilled about 1895 
furnished by the State Geological Survey: 
In Nov. 1914 the water level was about 65 ft. 
below the ground surface. In 1926 the production 
from this well was 90 gpm., and the pump was op-
erated 8 to 9 hr . daily. The well has not been in 
service since about 1934. 
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A third well, now called the South Well, was 
drilled in 1916 by C . P . Brant, Indianapolis, Ind., 
and located 20 ft. southeast of the well drilled in 
1895; (or approximately 1340 ft. S. and 310 ft. E. 
of the N. W. corner of Section 8, T. 20 N., R. 5 
W.). The well is 197 1/2 ft. deep, 12 in. in dia-
meter and cased with 12-in. pipe to 185 ft. and 
with 12 ft. of Cook screen having No. 30 slot 
openings. The pumping equipment, installed in 
Mar. 1943, consists of 80 ft. of 6-in. column pipe; 
8-in., 8-stage Pomona turbine pump, No. SC 579, 
rated at 250 gpm. against 184 ft. of head; the 
overall length of the pump is 55 in.; 80 ft. of 1/4-
in. air line; 10 ft. of suction pipe; 15-hp. Westing-
house electric motor operated at 1750 rpm. The 
pumpis also belt-connected to a Lycoming gaso-
line motor. 
The South Well is maintained for use at peak 
demand. 
Analysis of a sample (Lab. No. 113,474), col-
lected Feb. 16, 1948, after 15-min. pumping, 
showed this water to have a hardness of 19.7 gr. 
per gal., a residue of 381 ppm., and an iron con-
tent of 0.7 ppm. 
In 1928 a fourth well, now called North Well, 
was drilled by Baureisen Drilling Co., Chicago, 
and located about 40 ft. northeast of the South 
Well. The well is 222 ft. deep and cased with 210 
ft. of 12-in. pipe and 12 ft. of Cook screen. 
The pumping equipment, installed in Aug. 1941, 
consists of 80 ft. of 6-in. od. column pipe; 8-in., 
8-stage Pomona turbine pump, No. SC2346, de-
signed for 250 gpm. against 184 ft. of head; the 
length of the pump is 55 in.; 10 ft. of 5-in. suc-
tion pipe; with 18-in. s t ra iner , 105 ft. of air line; 
LABORATORY NO. 113,474 
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15-hp . Wes t inghouse e l e c t r i c m o t o r ope ra t ed a t 
1755 r p m . 
On Apr . 13, 1938, the non-pumping w a t e r l e -
ve l was 52 ft. be low the pump b a s e and on F e b . 
16, 1948 the w a t e r l eve l was 67 ft. 
Ana lys i s of a s amp le (Lab . No . 83959), c o l -
l ec ted July 28 , 1938, showed the wa te r to have a 
h a r d n e s s of 15.5 g r . pe r ga l . , a r e s i d u e of 290 
p p m . , and an i r o n content of 0.06 ppm. 
The Nor th Well i s the p r i n c i p a l s o u r c e of s u p -
ply . 
Pumpage i s e s t i m a t e d to a v e r a g e 125,000 gpd. 
I l l inois State Wa te r Survey - Bul le t in No. 40 
A publ ic w a t e r supply w a s ins t a l l ed by the 
v i l l age of Ma t t e son (819) in 1914. Wate r is o b -
ta ined f r o m a. l imes tone wel l loca ted n e a r the 
c e n t e r of the vi l lage ( app rox ima te ly 300 ft. S. and 
2200 ft. E. of the N. W. c o r n e r of Sect ion 26, T. 
35 N., R. 13 E . ) . The e leva t ion of the ground s u r -
face is 705± ft. This 10- in . d i a m e t e r wel l was 
d r i l l ed in 1914 to a depth of 282 ft. The pumping 
equ ipmen t c o n s i s t s of a 7 3 / 4 - i n . by 36 - in . d o u b l e -
act ing Downey p lunger pump. The cy l inder i s se t 
at a depth of 96 ft. P o w e r is furn ished by a 1 5 -
h p . Wagner e l e c t r i c m o t o r which o p e r a t e s a t 29 
s p m . When the wel l was c o m p l e t e d , the w a t e r 
l eve l was 14 ft. be low the ground s u r f a c e , and 
af ter pumping for about 6 h r . at 200 g p m . , the 
drawdown was 8 ft. O b s e r v a t i o n s of the w a t e r l e -
v e l , m a d e in Oct . 1945 when the pump was r e m o v e d 
for r e p a i r s , did not indica te any change . 
MATTESON 
Cook County 
July 13, 1946 
Ana lys i s of a s a m p l e (Lab . No. 107,032), c o l -
l ec t ed July 11 , 1942 af ter 4 0 - m i n . pumping a t 210 
gpm. , showed the wa te r to have a h a r d n e s s of 
28.6 g r . pe r ga l . , a m i n e r a l content of 589 p p m . 
A p r e v i o u s a n a l y s i s of a s a m p l e co l lec ted Sept . 
8, 1941 showed the w a t e r to have a h a r d n e s s of 
26.6 g r . p e r ga l . , a m i n e r a l content of 548 p p m . , 
and an i r o n content of 1.0 p p m . T h e s e a n a l y s e s 
a r e typ ica l of the c h a r a c t e r of l i m e s t o n e w a t e r 
in t h i s v ic in i ty . 
The e s t i m a t e d a v e r a g e pumpage i s 42,000 gpd, 
which v a r i e s f r o m a s u m m e r m a x i m u m a v e r a g e 
of 48,000 gpd. to a win te r m i n i m u m a v e r a g e of 
36,000 gpd. 
All wa te r for the publ ic supply i s ch lo r ina t ed 
(ch lo r ine r e s i d u a l 0.3 p p m . ) . 
LABORATORY NO. 107,032 
Illinois State Water Survey - Bulletin No. 40 
A public water supply for the city of Mattoon 
(15,827) was installed in 1885 by the Mattoon Clear 
Water Co. This system was purchased by the 
Central Illinois Public Service Co. on Aug. 1, 
1912, and by the city in 1935. In 1908, the city 
installed a separate water supply with a reservoir 
southwest of the city as the source. This supply 
was first used for industrial purposes only but, 
since 1935, it has been used as a raw water sup-
ply for the treatment plant. 
The ground water supply was first obtained 
from three wells known as Wells No. 1, 2, and 3, 
which were installed in 1885 and located at the 
Marshall Ave. station about 300 ft. south and 150 
ft. west of the intersection of 12th St. and Marsh-
all Ave. (or approximately 100 ft. N. and 2450 ft. 
W. of the S. E. corner of Section 13, T. 12 N., R. 
7 E.). The ground surface elevation is 715± ft. 
These wells were dug to a depth of 45 ft. and 
were drilled 10 in. in diameter to a total depth 
of 60-65 ft. below the ground surface. Each of the 
wells was reported to be equipped with 10 ft. of 
Cook s t ra iner . 
The wells were abandoned and filled about 
1924. 
Additional wells were drilled in the southern 
part of the city and by 1912, there were 26 wells 
in service, including Wells No. 1,2, and 3 at the 
Marshall Station and Wells No. 4 to 26 inclusive 
at the Kickapoo Station and City Well Field. 
The "gauged wel l" system was located at the 
Kickapoo Pumping Station, about 1800 ft. south of 
the Marshall Ave. Station, near the southeast co r -
ner of the intersection of 14th St. and the Illinois 
Central R. R. (or approximately 1400 ft. S. and 
2200 ft. E. of the N. W. corner of Section 24). 
The ground surface elevation is 705± ft. There 
were 10 wells in this group. 
Wells No. 4, 5, and 6 were located in a pit 48 
ft. deep inside the pumping station. Two of the 
wells were cased with 5-in. pipe, and one with 4-
in. pipe, and all were about 35 ft. deep below the 
bottom of the pit (or about 83 ft. below the ground 
surface), and equipped with 10-ft. Cook s trainer . 
Seven other wells, No. 7 to 13 inclusive, were lo-
cated in two lines outside the pump station. Six 
of the wells were 5 in. in diameter and one was 
6 in. in diameter. These wells were connected by 
tunnels to the pit or receiving well in the pumping 
station. 
Water was pumped from the wells by either a 
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Hughes simple duplex steam pump, or by an 8-in. 
by 8-in. by 10-in. Deane single-acting steam 
pump. The pumps were set in the pit, about 6 ft. 
below the surface. 
The Kickapoo Station wells were used for em-
ergency purposes, only, after 1913, and were ul t i -
mately abandoned about 1928. The wells were 
filled with concrete. 
Analysis of a sample (Lab. No. 21071) col-
lected May 20, 1910, showed the water from the 
wells at the Kickapoo Pump Station to have a 
hardness of 23.7 gr. per gal., a residue of 506 
ppm., and an iron content of 1.36 ppm. 
The City Well Field group, frequently referred 
to as "South Side Wells" included the following 
wells: No. 13 to 23 inclusive; No. 26" and 27; New 
York Central R. R. and Pipe Yard wells. 
Well No. 13 was drilled in 1897, but was in 
service for a short period only. There is no 
record of Wells No. 14 and 15. 
In 1922-1923, many wells in the "South Side" 
group were replaced by new wells and the same 
number retained by each new replacement well. 
New Well No. 16 was drilled about 1922 as a 
testhole atthe southwest corner of Maple and 14th 
St. (or approximately 1000 ft. S. and 1900 ft. E. of 
the N. W. corner of Section 24). The well is 
equipped with a Downie No. 52 single-acting 
plunger pump and 7 1/2-hp. General Electric 
motor. The average yield is 60 gpm. and the well 
is in service as a stand-by unit. 
The new well No. 17, 9th St. well, was about 
150 ft. south of the old No. 17. This well is 
equipped with a 5 3/4-in.by 17-in. Downie No. 52 
single-acting deep-well pump, operating at 26 
spm. The average yield is 51 gpm. The pump is 
operated under 15 in. of vacuum and is maintained 
as a stand-by unit. 
Well No. 19, north of the treatment plant, was 
moved about 300 ft. east and a little north. The 
pump has been removed and the well sealed and 
capped. Plans for rehabilitation are being con-
sidered. 
Well No. 21 was moved about 40 ft. west. This 
is a stand-by unit, and is equipped with a Downie 
single-acting plunger pump and 7 1/2-hp. General 
Electr ic motor. The average yield is 32 gpm. 
Wells No. 18, located north of the dredge ditch 
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west of 11th St., and 23, 100 ft. west of 16th St. 
along dredge ditch, were not moved. Well No. 18 
is equipped with a Luitweiler double-acting plunger 
pump and 7 1/2-hp. General Electric motor. The 
average yield is 50 gpm. and the well is main-
tained as a stand-by unit. Well No. 23 is equipped 
with a Luitweiler double-acting plunger pump and 
7 1/2-hp. General Electric motor. The average 
yield is 28 gpm. from a thin stratum, about 5 ft., 
of water-bearing mater ial . The well is main-
tained as a stand-by unit, and is used intermit-
tently. 
Well No. 26 was moved about 100 ft. northerly 
along the east side of the Illinois Central t r acks , 
in line with Walnut Ave. extended west. When 
tested, the new No. 26 well produced 138 gpm., 
when water was being pumped from the old No. 26 
well at about 30 gpm. The well was abandoned in 
1935 because of distance from the treatment plant. 
Old Well No. 27 was drilled about 1914 and was 
located at 3213 W. Marion St. (or approximately 
300 ft. N. and 400 ft. E. of the S. W. corner of Sec-
tion 14). 
This well was cased with 10-in. pipe to a depth 
of 65 ft., and with 8 ft. of Cook screen attached be -
low the casing. The screen had No. 40 slot open-
ings. 
Pumping equipment consisted of a Dean single -
acting differential plunger pump, gear connected 
to a 10-hp. General Electric induction motor, op-
erating at 825 rpm. 
Analysis of a sample (Lab. No. 39660), col-
lected on June 26, 1918 showed the water from 
Well No. 27 to have a hardness of 22.1 gr. per 
gal., a residue of 532 ppm., and an iron content 
of 3.8 ppm. 
Old Well No. 27 was abandoned after the n e w 
Well No. 27 was drilled a short distance north on 
the same log. New Well No. 27 consistently p ro -
duced 50 gpm. It was abandoned in 1935 because 
of the remote location from the treatment plant. 
Analysis of a sample (Lab. No. 68280), col-
lected Dec. 31, 1930 showed the water from Wells 
No. 16, 17, 18, 19 ,21 , and 23 to have a hardness 
of 22.4 gr. per gal., a residue of 440 gpm., and 
an iron content of 0.6 ppm. 
In 1923, the Central Illinois Public Service Co. 
leased a dug well, owned by the New York Central 
R. R., located near the northwest corner of Marsh-
all and 33rd St. (or approximately 800 ft. N. and 50 
ft. W. of the S.E. corner of Section 15). This well 
was about 70 ft. deep and equipped with 8 ft. of 
s trainer. 
The strainer was badly corroded and admitted 
little water. The dug well was replaced in 1924 by 
a 10-in. tubular well, and located just south and 
east of the dug well. The new well yielded about 
100 gpm. and was in service until 1935 when it 
was abandoned because of. remoteness from the 
treatment plant. 
A Test Well was drilled about 1923 and lo-
cated on the north side of Marshall St. opposite 
35th St. (approximately 780 ft. N. and 770 ft. W. 
of the S. E. corner of Section 15). The well was 
about 70 ft. deep, penetrated 5 1/2 ft. of gravel, 
and was reported to yield about 45 gpm. The well 
was not used as a source of supply. 
Pipe Yard Well, formerly called City Well No. 
7, was drilled to a depth of 56 ft. in Oct., 1939, by 
E. C. Baker, Sigel, and is located about 75 ft. north 
of the north line at Dakota Ave. extended east of 
the intersection of the center line of 12th St. ex-
tended south (or approximately 1200 ft. S. and 
2500 ft. E. of Section 24). This well is cased 
with 10-in. pipe, with an 8-ft. length (exposed) 
Johnson Everdur welded screen, having No. 80 
slot openings. The total length of the screen and 
lead packer is 9 ft. 11 in. 
A production test was made by the State Water 
Survey on Nov. 2, 1939. The well produced 40 
gpm. with a drawdown of. 7 3/4 ft. from a non-
pumping water level of 42 ft. below the ground 
surface. 
Analysis of a sample (Lab. No. 86666), col-
lected Nov. 2, 1939 showed the water to have a 
hardness of 37.5 gr. per gal., a residue of 813 
ppm., and an iron content of 2.6 ppm. 
The pump in place is a 6-in. American Well 
Works turbine pump, No. 63116, having a rated 
capacity of 50 gpm. against a head of 75 ft. The 
electric motor and switches have been removed. 
The well was in service for only a brief period, 
because of difficulties in pumping against exis t -
ing pressure in the system. 
All of the "South Side Wel l s" have now been 
abandoned, except the following: Wells No. 16, 17, 
21, 23 and old Well No. 18. These wells are 
maintained as stand-by units for the Doran's Field 
Wells, and their combined production is estimated 
to average about 220 gpm. 
Between 1925 and 1928, extensive test drilling 
was carr ied out in an effort to locate additional 
sources of supply. Test wells were drilled in the 
city, east and west along the New York Central 
R. R., and north and south along the Illinois Cen-
t ra l R. R. The best formation was reported to 
have been found near Dorans, about 5 1/2 mi. north 
of Mattoon. 
Further test drilling was then carr ied out cov-
ering Sections 25 and 26, T. 13 N., R. 7 E., and 
Section 30, T. 13 N., R. 8 E. The well field, now 
known as Dorans Field, is located in Section 30. 
Well No. 1 (originally called Test Well No. 
30) was constructed about 1928 by J. A. Rue of 
the Central Illinois Public Service Co. and lo-
cated west of U. S. Route No. 45, about one mile 
south of Dorans (or approximately 2300 ft. N. and 
2600 ft. E. of the S. W. corner of Section 30). The 
ground surface elevation at the well-si te is 690± 
ft. 
Correlated d r i l l e r ' s log of Well No. 1 furnished 
by the State Geological Survey: 
The well is 42 ft. deep and is constructed with 
16 ft. of 26-in. id. by 3 6-in. od. Thorpe porous con-
crete screen at the bottom of the well. A 12-in. 
casing, welded to a metal plate fastened to the top 
of the concrete screen, extends to the ground su r -
face. 
When completed the static water level was 11 
ft. 7 in. below ground level. When tested by the 
State Water Survey on Dec. 27, 1937 the non-
pumping water level was 19 ft. 10 in. and the 
maximum yield of the well was 107 gpm'. In 1939, 
the non-pumping water level was reported to be 
16 ft. 8 in. below the ground surface. The screen 
became sand-clogged and the well was abandoned 
in 1941. The pump house is used for storage of 
oil. 
Well No. 2 is located about 850 ft. south of 
Well No. 1 and was drilled by J. A. Rue about the 
same t ime. The 2 wells were constructed identi-
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cally. Well No. 2 is equipped with a Dean plunger 
pump, No. 78454, and a 10-hp. General Electric 
motor. 
When tested by the State Water Survey on Dec. 
27, 1937, the non-pumping water level was 19 ft. 
10 in. below the ground surface, and the maximum 
yield of the well was 75 gpm. The average yield 
is now estimated to be 40 gpm. Well No. 2 is in 
daily service. 
Analysis of a sample (Lab. No. 68281), col-
lected Dec. 31, 1930 showed the water to have a 
hardness of 20.5 gr. per gal., a residue of 417 
ppm., and an iron content of 3.5 ppm. 
An old test well located about 140 ft. south 
and 100 ft. east of Well No. 2 is use'd for observ-
ation of water levels. On June 28, 1948 the depth 
to water was 14.1 ft. below the top of the 6-in. 
casing. The top of the casing is 1 ft. above a 
ground elevation of 690± ft. 
Well No. 2 and the other 5 Field Wells were in 
continuous operation. 
Well No. 3 is reported to have been dr i l ledbe-
fore 1934 by J. A. Rue and was located approxi-
mately 2620 ft. N. and 1350 ft. E.of the S. W. co r -
ner of Section 30. The well was similar in con-
struction to Wells No. 1 and 2. 
When tested on Dec. 27, 1937, the well p ro -
duced 65 gpm. The casing sunk after attempting 
to dislodge some boulders. The well was aban-
doned in 1941. 
Well No. 4 was drilled in 1936 by the W. P. A. 
and was located approximately 2600 ft. N., and 
1930 ft. E. of the S. W. corner of Section 30. The 
well was 40 ft. deep, and was cased with 10-in. 
pipe to a depth of 25 ft. when pumping at 150 
gpm. the drawdown was 12 1/2 ft. from a non-
pumping water level of 15 1/2 ft. 
This well was abandoned in 1940, because of 
low capacity. 
In 1938, Wells No. 1 to 10, excluding No. 2, 
yielded water at the plant containing 1.2 cu. ft. 
methane per 1000 gal. 
Well 1 A was drilled in 1940 to a depth of 42 
ft. 9 in. by E. C. Baker, and is located about 225 
ft. north and 10 ft. east of Well No. 1 (or approxi-
mately 2550 ft. N. and 2610 ft. E.of the S. E. cor -
ner of Section 30). 
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The well was cased with 12-in. pipe from 2 to 
18 ft. below the ground surface, and with 28 ft. 6 
in. of 10-in. pipe from about 2 ft. above to 
26 1/2 ft. below the ground surface. A 20-ft. 
length of 4 1/2-in. Johnson Everdur wire-wound 
screen was installed in the well. The top 2 ft. of 
screenhadNo. 40 slot openings; the next 16 ft. No. 
100 slot; and the bottom 2 ft. No. 80 slot. The an-
nular space between the casings was filled with 
concrete. 
A production test was made by the State Wa-
ter Survey on Jan. 30, 1940. The well produced 
150 gpm. with a drawdown of 9 1/2 ft., and 235 
gpm. with a drawdown of 16 1/4 ft. from a non-
pumping water level of 17 1/2 ft. below the top of 
the 10-in. casing. Twenty-one minutes after 
pumping was stopped, the water level had recov-
ered to within 2.25 ft. of the non-pumping level. 
During the test , water levels were observed in 
4 test holes located with respect to the well as 
follows: Test Hole A, 29 ft. south and 8 ft. west; 
Test Hole B, 29 ft. south and 32 ft. west; Test 
Hole C, 71 ft. south and 30 ft. west; Test Hole D, 
157 ft. south and 25 ft. west. After 7-hr. 52-min. 
pumping, the drawdowns in the test holes, were , 
respectively, 6.75, 6.17, 5.25, and 4.00 ft. Pump-
ing was stopped six minutes later and after nine 
minutes of recovery the water levels were, 
respectively: 3.92, 2.42, 2.58, and 2.42 ft. below 
the original level. On Jan. 31, the water levels 
in all wells had r isen to within 1/4.ft. of the o r i -
ginal level. 
The well is in daily service and the average 
yield is estimated to be 55 gpm. The pumping 
equipment includes a Pee r l e s s turbine pump, No. 
11435; 3-hp. U. S. electric motor. 
Analysis of a sample (Lab. No. 87151), col-
lected Feb. 12, 1940, after 6 1/2-hr. pumping, 
showed the water to have a hardness of 19.8 gr . 
per gal., a residue of 364 ppm., and an iron con-
tent of 1.4 ppm. 
Well 4 A was drilled in May 1940, to a depth 
of 39 ft. by E. C. Baker, and is located about 30 
ft. west of abandoned Well No. 4. 
This well is cased with 10-in. pipe and a 15-
ft. length of Johnson Silicon red b rass welded 
screen. The upper seven feet portion of screen 
has No. 40 slot openings and the remainder has 
No. 100 slots. 
A production test was made by the State Water 
Survey on May 21, 1940. The well yielded 125 
gpm. for -6 h r . with a drawdown of 11 1/4 ft. b e -
low a non-pumping water level of 13 1/2 ft. During 
the test , the water level in a test hole 36 ft. south-
east of the well was measured and found to have 
been lowered from 12.3 ft. to 16.5 ft. Fifteen 
minutes after pumping was stopped, the water 
level in both the well and test hole had recovered 
to within about 1 1/2 ft. of the non-pumping level. 
The well is in daily service and is estimated 
to yield an average of 51 gpm. 
The pumping equipment includes a Peer less 
turbine pump, No. 11436, and a 3-hp. U. S. e lec-
t r ic motor. 
Analysis of a sample (Lab. No. 87988), col-
lected May 21, 1940 after 5-hr. pumping, showed 
the water to have a hardness of 17.6 g r .pe r gal., 
a residue of 348 ppm., and an iron content of 1.8 
ppm. 
Well No. 5 was reported drilled by the W.P.A. 
in 1936 and located approximately 2040 ft. N. and 
1330 ft. E. of the S. W. corner of Section 30. The 
well was reported to have a 10-in. casing and 
screen and to be about the same depth as other 
wells in Doran's Field. 
The pumping equipment includes a 6-in. Am-
erican Well Works turbine pump, No. 62722, hav-
ing a rated capacity of 40 gpm. against 153 ft. of 
head; and a 3-hp.U. S. electric motor No. 201224 
rated at 1800 rpm. The well is in daily service 
and the yield is estimated to average 40 gpm. 
Analysis of a sample (Lab. No. 115,070), col-
lected June 22, 1948 after continuous pumping, 
showed the water to have a hardness of 22.5 gr. 
per gal., a residue of 440 ppm., and an iron con-
tent of 3.8 ppm. 
Well No. 6 was drilled in 1940 to a depth of 
40 ft. by E. C. Baker, and is located approxi-
mately 2040 ft. N. and 2100 ft. E.of the S. W. co r -
ner of Section 30. 
This well is cased with 10-in. pipe and with a 
15-ft. length of Johnson silicon red b r a s s welded 
screen, having No. 200 slot openings. 
A production test was made by the State Water 
Survey on June 3, 1940. The well produced 145 
gpm. for seven hours with a drawdown of 11 3/4 ft. 
from a non-pumping water level of 15 1/2 ft. be -
low the ground surface. The water level in a test 
hole 20 ft. west of the well was observed to have 
been lowered 6 ft. 2 in. during the test . Ten 
minutes after pumping was stopped, the water 
l eve l in the wel l had r e c o v e r e d to within 2 ft., and 
in the t e s t hole to within 2 ft. 4 in . of the n o n -
pumping l e v e l s . 
The wel l i s in da i ly s e r v i c e . The p r e s e n t 
y ie ld i s not known. 
The pumping equ ipment i nc ludes a P e e r l e s s 
tu rb ine p u m p , No. 11434, and a 3 -hp . U. S. e l e c -
t r i c m o t o r . 
Ana lys i s of a s amp le (Lab . No. 88051), c o l -
l ec t ed June 3 , 1940 af ter s e v e n - h o u r s pumping , 
showed the w a t e r to have a h a r d n e s s of 18.6 g r . 
p e r g a l . , a r e s i d u e of 370 p p m . , and an i r o n c o n -
ten t of 4.0 p p m . 
Well No. 3 A (o r ig ina l No. 7) was d r i l l e d in 
1940 to a depth of 43 ft. by E. C. B a k e r , and is 
loca ted about 15 ft. n o r t h w e s t of Well No. 3 ( a p -
p r o x i m a t e l y 2620 ft. N. and 1330 ft. E. of the 
S. W. c o r n e r of Sect ion 30). 
C l e a n , c o a r s e sand was pene t r a t ed be tween 
the depths of 24 and 39 ft., and f iner sand with c lay 
s t r e a k s w a s pene t r a t ed be tween 39 and 43 ft. The 
10- in . cas ing extends f r o m 8 in . above to 30 ft. 4 
in . be low the ground s u r f a c e , and a 15-ft. length 
o f Johnson r e d b r a s s welded s c r e e n was in s t a l l ed 
with the bo t tom at a depth of 43 ft. The s c r e e n 
h a s No. 150 s lo t open ings . 
A produc t ion t e s t was made by the State Wa-
t e r Su rvey on June 11 , 1940. The wel l p roduced 
130 g p m . for 4 1/2 h r . with a drawdown of 8 3 /4 
ft., and 150 gpm. for 1 1/2 h r . with a drawdown 
of 10 1/2 ft. f r o m a non-pumping w a t e r l eve l of 
16 ft. below the ground s u r f a c e . The wa te r l eve l 
in a 1 1/20-in. o b s e r v a t i o n wel l located 12 1/2 ft. 
n o r t h of Well 3 A was o b s e r v e d to have been low-
e r e d 4 ft. 7 in . dur ing the t e s t . F i f teen m i n u t e s 
af ter pumping was s topped, the w a t e r l eve l in the 
wel l had r e c o v e r e d to within 1 ft . , and in the o b -
s e r v a t i o n wel l to wi thin 3 ft. 3 in . of the non-
pumping l e v e l s . The pump in Well No. 3 was being 
o p e r a t e d a t an e s t i m a t e d r a t e of 30 gpm. , t h r o u g h -
out the t e s t . 
The wel l i s in da i ly s e r v i c e and i s e s t i m a t e d 
to y ie ld an a v e r a g e of 67 g p m . 
The pumping equipment inc ludes an A m e r i c a n 
Well Works tu rb ine pump , No. 61603, and a 5 -hp . 
Wes t inghouse e l e c t r i c m o t o r . 
Ana lys i s of a s amp le (Lab . No. 88102), c o l -
lec ted June 12, 1940 af ter 5 1/2-hr. pumping , 
showed the w a t e r to have a h a r d n e s s of 18.3 g r . 
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pe r ga l . , a r e s i d u e of 363 p p m . , and an i r o n c o n -
ten t of 2.5 p p m . 
T h e r e a r e 6 wel l s in s e r v i c e in D o r a n ' s F i e l d , 
t hose we l l s being 1 A, 2, 3 A, 4 A, 5 and 6. T h e s e 
w e l l s , by cont inuous ope ra t i on , fu rn ish a to ta l 
combined yie ld r a t e of 240 g p m . All wa te r is 
pumped to the b o o s t e r s ta t ion a t the sou theas t 
c o r n e r of the field, f r o m w h e r e i t i s pumped to 
the t r e a t m e n t plant and mixed with the o v e r -
t r e a t e d Lake Mat toon w a t e r . D e l i v e r y r a t e f r o m 
the D o r a n ' s F i e ld we l l s to the t r e a t m e n t plant 
v a r i e s f r o m 160 to 240 g p m . 
All w a t e r for the public supply is softened and 
c h l o r i n a t e d . 
An e l e c t r i c a l e a r t h r e s i s t i v i t y s u r v e y was c o n -
ducted in the vic ini ty of Mat toon in the summe r of 
1944 by the State Geologica l Su rvey . The a r e a 
inc luded in the s u r v e y was r e c t a n g u l a r in s h a p e , 
about 14 m i l e s f r o m no r th to south and about 12 
m i l e s f r o m e a s t to w e s t , with the c i ty of Mattoon 
a p p r o x i m a t e l y the c e n t e r of the a r e a . In Oct . 
1944, the s u r v e y was ex tended to include S e c -
t ions 6, 7, 17, and 18, T. 13 N. , R. 7 E. 
N u m e r o u s t e s t ho l e s w e r e d r i l l e d i n 1944, m o s t 
of t h e m loca ted southwes t of Lake Mat toon. The 
comple ted we l l s in the Southwest Well F i e l d , a r e 
h e r e a f t e r d e s c r i b e d . 
Well No. 4 5 - 1 (o r ig ina l ly cal led Well No. 1) 
was comple ted at a depth of 37 1/2 ft. in Nov. 1944 
by Hayes and S i m s , Champa ign , and i s located a t 
the s i te of T e s t Hole 4 4 - 1 4 ( approx ima te ly 2630 
ft. S. and 1190 ft. E. of the N. W. c o r n e r of S e c -
t ion 18, T. 11 N. , R. 7 E . ) . The ground su r face 
e leva t ion is 652 ft. 
S a m p l e - s t u d y log of Well No. 4 5 - 1 furnished 
by the State Geolog ica l Survey: 
The wel l was c a s e d with 16- in . od. pipe f r o m 
2 1/2 ft. above to 28 ft. below the ground s u r f a c e . 
A 15 - in . Johnson A r m c o - i r o n w i r e -wound s c r e e n 
6 - Mattoon 
is exposed below the bottom of the casing. The 
upper 5 ft. of screen has No. 35 slot openings and 
the lower 5 ft. has No. 60 slots. 
For test purposes, a belt-driven deep-well tur-
bine pump was installed with the bottom of the suc-
tion pipe near the bottom of the well. The well 
produced 300 gpm. with a drawdown of 17.9 ft. 
from a non-pumping water level of 5.2 ft. below 
the top of the casing. Three sand-point observa-
tion wells were driven at distances of 60, 250, 
and 600 ft. from the well, and water-level ob-
servations made during the test . It was reported 
that infiltration of water, discharged from the 
well onto the nearby ground surface during the 
test , was occurring so rapidly that water was b e -
ing re-circulated through the well, pump, and 
aquifer. 
The pump installation consists of 30 ft. of 6-
in. column pipe; 8-in., 2-stage American Well 
Works turbine pump, No. 71754, having a rated 
capacity of 250 gpm. against 52 ft. of head; 40 ft. 
of 1/4-in. air line; 5 ft. of 6-in. suction pipe; 12 
in. of tapered strainer; 7 1/2-hp. U. S. electric 
motor. 
Non-pumping water levels in feet below the 
pump base have been reported as follows: 
Nov. 20, 1944 6.0 
May 28, 1945 3.5 
Aug. 19, 1947 10.0 
Well No. 45-2 was drilled to a depth of 40 ft. 
in May, 1945 by Hayes and Sims and located ap-
proximately 2200 ft. S. and 2500 ft. W. of the 
N . E . corner of Section 18, T. 11 N., R. 7 E. The 
ground surface elevation is 654t ft. 
The well was cased with 16-in. casing, from 
2 ft. above to 30 1/2 ft. below ground level. A 
10-ft. 1 1/2-in. length of 16-in. (14 1/8 in. id.) 
Armco-iron screen was installed with 8 ft. 9 in. 
exposed. The top 4-ft. section has No. 35 slot 
openings and the lower 5-ft. section has No. 40 
slots . 
A production test was made by the State Water 
Survey on Apr. 3, 1946. The well produced 395 
gpm. for 2 hr . with a drawdown of 17 1/4 ft. and 
257-272 gpm. for 5 hr . , with a drawdown of 13 ft. 
from a non-pumping water level of 5 1/2 ft. Dur-
ing the test water-level observations were made 
in Test Hole No. 11, 350 ft. South, and in Test 
Well No. 7, 300 ft. south and 400 ft. west of Well 
No. 45-2. After 2 1/2-hr. pumping, the water level 
in Test Hole No. 11 was lowered 0.39 ft. 
Analysis of a sample (Lab. No. 106,107), col-
lected Apr. 3, 1946 after 2-hr. pumping at 272 
gpm. showed the water to have a hardness of 16.1 
gr. per gal., a residue of 24 ppm., and an iron 
content of 0.7 ppm. 
The pumping equipment in Well 45-2 includes 
an American Well Works turbine pump, No. 71555. 
The balance of the pump assembly is identical-
with that installed in Well 45 -1 . 
Well No. 45-3 was drilled in May, 1945, by 
Hayes and Sims, and is located about 1200 ft. 
east of Well No. 45-2 (or approximately 2200 ft. 
S. and 1300 ft. W. of the N. E. corner of Section 
18). The ground surface elevation is 657± ft. 
The well is 39 ft. 5 in. deep below ground l e -
vel, and is cased with 16-in. od. pipe from 2 ft. 
7 in. above to 30 ft. 9 in. below ground level. A 
10-ft. section of 16-in. (14 1/8-in. id.) screen, 
having 8 ft. 8 in. exposed, is installed below the 
casing. The screen has No. 60 slot openings. 
A production test was made by the State Water 
Survey on Apr. 6, 1946. The well produced 500 
gpm. with a drawdown of 15 1/2 ft. from a non-
pumping water level of 5 1/2 ft. below the ground 
surface. During the test , water- level observa-
tions were made in Test Holes No. 2, 3 , 4 , 6, and 
11. The water level in Test Hole No. 3, located 
about 250 ft. south and 600 ft. west of Well No. 3 
was lowered from4.15 to 7.49 ft. after 8-hr. pump-
ing at ra tes of 300-500 gpm. The water level in 
Well No. 2 recovered to within 2 ft. of the non-
pumping level of 10 ft. after pumping was 
stopped. 
Analysis of a sample (Lab. No. 106,108), col-
lected Apr. 6, 1946 showed the water to have a 
hardness of 19.7 gr. per gal., a residue of 369 
ppm., and an iron content of 1.1 ppm. 
The wells in the Southwest Field serve as 
auxiliary supply to the Lake Mattoon water sup-
ply, and are used only when the lake water level 
is 3 ft. below the spillway. The combined p ro -
duction from the three wells is limited to 500 
gpm. when the three pumps are operated simul-
taneously. 
F rom June 1947 to June 1948 the total pump-
age from all the Mattoon wells averaged 370,000 
gpd. 
In June 1948, the total metered treated water, 
including ground and surface water, averaged 
2.62 mgd. 
Mattoon - 7 
LABORATORY NO. 115,070 
Illinois State Water Survey - Bulletin No. 40 
The public water supply for the village of 
Mazon (512) was put into service in 1942. 
In Oct. and Nov. 1938 an electrical earth r e -
sistivity survey was conducted at Mazon by the 
State Geological Survey. The area covered in 
the survey extended 1 1/2 miles east and west, 
and one mile north and south from the town. 
InApril , 1940, T. F. Anderson & Son, Morr is , 
drilled a test hole located approximately 35 ft. S. 
and 760 ft. E. of the N. W. corner of Section 23, 
T. 32 N., R. 7 E. The hole was drilled to a depth 
of 45 ft. below a surface elevation of 576± ft., and 
was cased with 21 ft. of 6-in. pipe and 8 ft. of 6-
in. screen, having No. 20 slot openings. 
Upon completion of the well, the dril ler r e -
ported that after five-hours pumping at 32 gpm., 
the drawdown was 5.3 ft. below a non-pumping 
water level of 9 1/2 ft. Subsequently the test hole 
was filled and a new well drilled by J. T. Ander-
son in Apr. 1941 about 50 ft. distant (or approxi-
mately 70 ft. S. and 800 ft. E. of the N. W. corner 
of Section 23). 
The well is 26 ft. deep and was cased with 22 
ft. 5 in. of 10-in. pipe with the top of the casing 2 
ft. 4 in. above ground surface. Seven feet of 10-in. 
diameter Johnson screen was swedged into the 
10-in. casing with screen slot openings as fol-
lows: lower four feet of No. 40 slot; next two feet 
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of No. 20 slot; and top one foot of No. 10 slot. 
A seven-hour production test was made by the 
State Water Survey on Apr. 23, 1941. After five-
hours pumping at a rate of 38-40 gpm., the draw-
down was 13 ft. below a non-pumping water 'level 
of 8 1/4 ft. below the ground surface. 
The existing pump installation, made in 1941, 
i s : Aurora Pump Co. centrifugal pump, No. GG4, 
B 120879-BF, having a rated capacity of 28 gpm. 
against 60 ft. of head; 2-hp. General Electric mo-
tor . 
In 1945 it was reported that the non-pumping 
water level was 10-12 ft. below the ground su r -
face. The non-pumping water level on Nov. 13, 
1947 was 12 ft. below the pump base , and after 
20-min. pumping at an estimated rate of 35 gpm., 
the water level was 24 ft. Non-pumping water 
levels in 1947 varied from 10 3/4 ft. in the spring 
to 12 ft. in the fall. Pumping levels remained 
constant at 24 ft. 
Analysis of a sample (Lab. No. 112,585), col-
lected Nov. 13, 1947 after 20-min. pumping at 35 
gpm., showed the water to have a hardness of 
16.0 gr. per gal., a residue of 324 ppm., and an 
iron content of 0.2 ppm. 
The average metered pumpage is 15,000 gpd. 
LABORATORY NO. 112,585 
I l l inois Sta te Water Survey - Bu l l e t in No. 40 
The public wa te r supply for the v i l lage of 
Media (187) was in s t a l l ed in 1924. 
W a t e r is obta ined f r o m a wel l located 100 ft. 
e a s t of E a s t St. and 500 ft. south of State H igh -
way 116 (or a p p r o x i m a t e l y 1500 ft. S. and 500 ft. 
E. of the N. W. c o r n e r of Sect ion 14, T. 9 N . , R. 
4 W.) . E leva t ion of the ground su r face is 705± ft. 
The wel l was d r i l l e d in 1925 by J a m e s B r e w e r , 
S t r o n g h u r s t . I t i s 65 ft. deep , 6 - in . d i a m e t e r cas ing 
to r o c k at 30 ft., and the hole is 5 in . in d i a m e t e r 
the r e m a i n d e r of the depth . 
The wel l is equipped with a M e y e r s E jec to 
pump which i s o p e r a t e d by a 3 / 4 - h p . G e n e r a l E l e c -
t r i c m o t o r . On Oct . 1946 the capac i ty of the pump 
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was e s t i m a t e d to be 15 g p m . The b a s e of the pump 
is a p p r o x i m a t e l y 3 ft. below ground s u r f a c e . 
In Oct . 1946 the capac i ty of the pump was e s t i -
m a t e d to be 15 gpm. , and the non-pumping w a t e r 
l eve l about 30 ft. below the pump b a s e . I t was r e -
p o r t e d tha t the pump was r e c e n t l y o p e r a t e d for an 
1 8 - h r . p e r i o d without lower ing the w a t e r l eve l . 
A n a l y s i s of a s amp le ( L a b . No. 107,984), c o l -
l ec t ed Oct . 15, 1946 af te r pumping 18 h r . at 15 
gpm. showed th i s wa te r to have a h a r d n e s s of 
14.9 g r . p e r ga l . , a r e s i d u e of 290 ppm. , and no 
i r o n content . 
P u m p a g e i s e s t i m a t e d to be 9000 gpd. 
LABORATORY NO. 107,984 
Illinois State Water Survey - Bulletin No. 40 
After 2 unsuccessful attempts to dril l wells 
in 1895 and in 1902, a limited water supply was 
installed for the village of Melvin (470) in 1908. 
At that time Well No. 1 was drilled to a depth 
of 242 ft. and located on village-owned property 
on the east side of Center St., and just west of 
the Illinois Central R. R. right-of-way. The 
ground surface elevation is 808± ft. 
The well was 242 ft. deep and water was 
pumped from the well into 5 storage cis terns , 
each cis tern 10 ft. in diameter and 15 ft. deep. 
The cis terns were located in various parts of 
town. Water was withdrawn from the c is terns 
by hand pumps. 
The pumping equipment includes an 18-in. 
Deming plunger pump, Fig. 1062, No. 21873 bel t-
driven by a Master electric motor rated at 7 1/2-
hp. at 1725 rpm. The pump was overhauled in 
Aug. 1948 and when re-installed the discharge 
rate was 25 gpm. Well No. 1 is maintained for 
emergency service. Water is pumped directly 
to the distribution system. The old storage 
tanks have been abandoned and filled. 
In 1913 the present water works station was 
installed on the west side of Center St. opposite 
the old well. Well No. 2 was drilled at the new 
station, to a depth of 231 ft. and cased with 8-in. 
pipe. In 1916 or 1917 the well was deepened to 
clay at the bottom of a sand stratum at a depth of 
245 ft. and a Cook screen, 19 1/2 ft. long, in-
stalled at the bottom. The sand stratum was r e -
ported to be 19 ft. thick. 
In Jan. 1926, Well No. 2 was reported to be 
dry and was abandoned. A new screen had been 
installed, but did not improve the yield. The 
screen could notbe pulled and was lost. The 8-in. 
casing was pulled. 
Well No. 3 was drilled in 1923 to a depth of 243 
ft. by E. W. Johnson, Bloomington, and located 10 
ft. south of Well No. 2, and 120 ft. west of Well No. 
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1. In 1926 Johnson deepened the well to 258 ft. 
penetrating 15 ft. of sand and gravel to clay and 
using the 8-in. casing from Well No: 2. At the 
same time a 19-ft. length of 8-in. screen was in-
stalled at the bottom. Subsequently, the screen 
was renewed 3 or 4 t imes , the last one being a 6-
in, Johnson screen, 30 ft. long and having No. 10 slot 
openings. The openings between the 6-in. screen 
and the 8-in. casing was closed with a tapered 
b r a s s tube and lead packer. 
Considerable sand continued to be drawn into 
the well and in 1935 the well was repaired by J. 
Bolliger and Sons, Fairbury. The 6-in. screen 
was cleaned, repaired and reinstalled with the 
bottom at 265 ft. A 6-in. casing was installed, 
within the 8-in. casing, from the surface to the 
top of the screen at 240 ft. 
After the repair work, very little sand was 
extracted, when pumping at a rate of 35 gpm. 
In Apr. 19.38, the static water level was r e -
ported to be 156 ft. and on Oct. 22, 1948, when 
pumping at an estimated rate of 60 gpm., the wa-
ter level was 196 ft. The pumping equipment in-
stalled in Apr. 1938 consists of 220 ft. of column 
pipe; 6-in., 31-stage Pomona turbine pump, No. 
N 406, designed for 60 gpm. against a total head 
of 360 ft.; the overall length of the pump is 11 ft.; 
231 ft. of air line; 30 ft. of 3-in. suction pipe; 10-
hp., 1760 rpm., Westinghouse electric motor No. 
8105051. 
The pump has never been pulled for any pur-
pose and in May 1948, the discharge rate was m e -
tered at 60 gpm. against a pressure of 50 psi. 
Analysis of a sample (Lab. No. 116,241) col-
lected Oct. 22, 1948 after 5-hr. pumping showed 
this water to have a hardness of 19.5 gr. per gal. , 
a residue of 427 ppm., and an iron content of 0.6 
ppm. 
Pumpage is estimated to average 30,000 gpd. 
LABORATORY NO. 116,241 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
city of Mendota (4215) in 1887 mainly for fire p ro -
tection. 
Water was obtained from a well located on the 
south side of Eighth St. between the railroad t racks 
and a short distance east of the depot. A deep 
well had been drilled by a company in 1874 at the 
intersection of Sixth and Main St. It was reported 
to be 2175 ft. deep, and the city contributed a small 
part of the expense of drilling. 
About 1891 a well was drilled for the city by the 
J. P. Miller Artesian Well Co., Brookfield, and 
located in the pump station at the southwest co r -
ner of Ninth St. and Sixth Ave. (or approximately 
1471 ft. S. and 2180 ft. W. of the N. E. corner of 
Section 33, T. 36 N., R. 1 E.) . The well was 478 
ft. deep below a ground surface elevation of 752i 
ft., and was cased with 10-in. pipe to a depth of 
240 ft. The well is equipped with an air lift pump 
with about 325 ft. of 7-in. eductor pipe. The air 
nozzle is 5.4 ft. long and attached to 260 ft. of 
1 1/2-in. air line. 
Well No. 2 is located 50 ft. north and 50 ft. 
east of Well No. 1 and was drilled by C. A. Har -
bough to a depth of 990 ft. 
The well is cased with 12-in. pipe to a depth 
of 240 ft. and was equipped with an air lift pump 
with 300 ft. of 8-in. eductor pipe. In 1929, a t u r -
bine pump was installed but was removed and r e -
placed by air lift, due to inability to satisfactorily 
remove the iron. The pumping equipment, in-
stalled in Dec. 1948, now consists of 120 ft. of 
6-in. column pipe; 8-in., 9-stage Aurora Pump 
Co. turbine No. 40490, designed for 350 gpm. 
against 190 ft. of head, and having bronze i m -
pellers and ci . bowls; 120 ft. of 1/8-in. air line; 
20 ft. of 6-in. suction pipe, with s t rainer; 40 hp., 
1750 rpm. electr ic motor; type C -50 Johnson right 
angle drive-gear head. 
Water levels in Well No. 2 have been reported 
as follows: 
A production test was made on Nov. 17, 1948, 
by the Aurora Pump Co. Before starting the test , 
it was reported, the water level was 71 ft. and 
after 5-hr. pumping at r a tes gradually increased 
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from 91 to 308 gpm., the drawdown was 42 ft. 
Twenty minutes after stopping the pump the wa-
ter level was 80 ft. or 9 ft. below the starting l e -
vel. On June 8, 1949, after 8-hr. pumping at 350 
gpm., the water level was 108 ft. 
Analysis of a sample (Lab. No. 110,768) col-
lected June 19, 1947, after pumping 1 hr . , showed 
the water from Well No. 2 to have a hardness of 
17.0 gr . per gal., a residue of 372 ppm., and an 
iron content of 0.9 ppm. The character is very 
similar to that from the No. 3 well. 
Wells No. 1 and 2 are maintained for emer -
gency use . 
Well No. 3 was completed by Layne-Western 
Co., Chicago, in Aug. 1945, and is located at the 
northwest corner of Eleventh St. and Fourth Ave., 
1250 ft. northeast of the old wells (or approxi-
mately 875 ft. S. and 1750 ft. W. of the N. E. cor -
ner of Section 33). 
The well was drilled to a depth of 534 ft. be -
low a surface elevation of 760± ft. 
The well was cased with 16-in. od. pipe from 
the surface to 270 ft., and the hole was 15 in. in 
diameter from the bottom of the casing to the bot-
tom of the well. As the drilling proceeded, the 
static water levels were: 
After the well was completed, a production 
test was made by the State Water Survey on Aug. 
22-23, 1945. Static water level was 56 ft.; and 
after pumping 17 h r . at 355 gpm., the drawdown 
was 127 ft.; and after an additional 8-hr. pumping 
at 550 gpm., the drawdown was 209 ft. In 1 hr . 
after stopping the pump, the water level returned 
to 67 ft. 
During the test , observations were made on 
water levels in the old city wells, 1250 ft. south-
west; and no appreciable interference was no-
ticed. The pumps in both wells were discharging 
in excess of 300 gpm. When those pumps were 
shut down for 2 hr . , only a slight change in the 
water level in Well No. 3 was noticed. The Bur-
lington R. R. well pump, 1800 ft. southwest was 
2 - Mendota 
ope ra t ed i n t e r m i t t e n t l y at 1700 gpm. with no n o -
t iceab le effect on w a t e r level in th is wel l . 
Analysis of a s amp le (Lab . No. 110,767), c o l -
lec ted June 19, 1947 af ter 1-hr. pumping , showed 
the wa te r f rom Well No. 3 to have a h a r d n e s s of 
15.4 g r . per ga l . , a r e s idue of 325 ppm. , and an 
i ron content of 1.7. The qual i ty a p p e a r s to be 
typ ica l for w a t e r s f rom the sand and g r a v e l ju s t 
above the b e d r o c k in th is v ic in i ty . 
S a m p l e - s t u d y log of Well No. 3 furnished by the 
State Geologica l Survey: 
Water f r o m t h i s wel l i s a e r a t e d , f i l t e red for 
i r o n r e m o v a l , and c h l o r i n a t e d . A sample of 
t r e a t e d wa te r was found to have an i r o n content 
of 0.12 ppm. 
Well No. 3 was not used unti l the s u m m e r of 
1947, when the 10-in. tu rb ine p u m p , having 6-
s t a g e s , was se t a t 230 ft. Water was pumped 
cont inuously unt i l F e b . 2 1 , 1948, when i t was r e -
por ted that p roduc t ion had been s t ead i ly d e c r e a s -
ing and on that d a t e , when pumping at a r a t e of 
264 gpm. , the wa te r level was 208 ft. below the 
pump b a s e (2 ft. above ground level) or a d r a w -
down of about 147 ft. In M a r . 1948, the wel l was 
c leaned out and the pump r e p l a c e d af ter adding 
one s tage and 50 ft. of co lumn p ipe . 
The pumping ins ta l l a t ion now c o n s i s t s of 280 
ft. of 8- in . co lumn pipe; 10- in . , 7 - s t age A m e r i c a n 
Well Works d e e p - w e l l t u rb ine p u m p , No. 71629, 
r a t e d at 360 gpm. aga in s t 274 ft. of head at 1770 
r p m . ; the o v e r a l l length of the pump is 6 ft.; 280 
ft. of 1/4-in, b r a s s a i r l ine ; 10 ft. 8- in. suct ion 
p i p e ; 4 0 - h p . , 1800 r p m . U. S . e l e c t r i c m o t o r , No. 
490724. 
Before r ep lac ing the pump the wate r level was 
r e p o r t e d to be 61 ft. below the pump b a s e . 
On M a r . 19, 1948, a p roduc t ion t e s t was made 
under the s u p e r v i s i o n of the Water Survey . The 
pump had been opera t ing 5 1/2 h r . p r i o r to s t a r t -
ing the d i s c h a r g e m e a s u r e m e n t , in o r d e r to s u p -
ply the r e s e r v o i r . T h e n af ter 3 h r . pumping a t 
350 gpm. the w a t e r l eve l was 279 ft. or a d r a w -
down of 218 ft. Fifty m i n u t e s af ter s topping the 
p u m p , the wa te r l eve l was 66 ft. or 5 ft. below the 
r e p o r t e d s t a r t i n g l eve l . 
On M a r . 1, 1949, when pumping at 360 gpm. 
the wa te r l eve l was 248 ft. and on June 8, 1949, 
when pumping at 350 gpm. the w a t e r l eve l was 260 
ft. 
Wa te r i s furn ished to s e v e r a l i n d u s t r i e s , the 
Conco C o . , and a locker p lant obtaining al l t he i r 
w a t e r f rom the c i ty . Some wa te r i s furn ished to 
the J . B. I n t e r r i e d e n Co . and to the Ch icago , 
Bur l ington & Quincy R. R. T h e s e l a s t two con-
s u m e r s have the i r own we l l s but a r e occas iona l l y 
supplied by the c i ty . 
. I t is e s t i m a t e d tha t the a v e r a g e pumpage is 
440,000 to 480,000 gpd. when not furnishing w a t e r 
to the Ch icago , Bur l ing ton , & Quincy R. R. Mete r 
r e a d i n g s of pumpage f rom the ci ty we l l s f r o m May 
1, 1947, to June 19, 1947, a v e r a g e d 462,000 gpd. 
f rom Dec . 1, 1947 to Apr . 1, 1948 inc lus ive , the 
pumpage a v e r a g e d 407,000 gpd. 
LABORATORY NO. 110,767 
Mendota - 3 
Correlated dr i l l e r ' s log of Well No. 2 furnished by the State Geological Survey: 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
village of Metamora (896) about 1889. 
Water was obtained from a well located in the 
northeast corner of the public park (or approxi-
mately 300 ft. S. and 2000 ft. E. of the N. W. co r -
ner of Section 20, T. 27 N., R. 2 W.). 
The well was dug to a diameter of eight feet 
and to a depth of 80 ft. below a ground surface 
elevation of 820± ft. Water was pumped by a 
Myers single-acting cylinder pump attached to 
65 or 70 ft. of four-inch drop pipe and six feet of 
suction pipe. Power was furnished by a 5-hp. 
Century electric motor. In Jan. 1918 the non-
pumping water level was reported to be 30 ft. be -
low the surface, and the drawdown was 20 ft. af-
ter two-hours pumping at 53 gpm. On June 18, 
1924 the non-pumping water level was 34 ft. b e -
lowthe surface, and a drawdown of eight feet was 
reported after three-hours pumping at 23 gpm. 
At that time the inflow, while pumping, was es t i -
mated at five to six gpm. F rom Mar. 15, 1924 to 
June 18, 1924 the average water consumption was 
estimated to be from 2200 to 2500 gpd. This well 
has been abandoned and filled in. 
An analysis of a sample (Lab. No. 3 1615) col-
lected Sept. 23, 1915, showed the water from this 
well to have a hardness of 23.3 gr . per gal . , a 
total mineral content of 488 ppm., and an iron 
content of 0.1 ppm. 
Anew well was drilled in 1926 by Mike Ebert , 
Washington, and located behind the high school, 
about 1/4 mile north of the old well (or approxi-
mately 1050 ft. N. and 1750 ft. E. of the S. W. cor -
ner of Section 17). The elevation of the ground 
surface at this location is 804t ft. 
The well was drilled to a depth of 122 ft., with 
8-in. casing to 106 ft., and an 8-in. Cook screen 
from 106 to 122 ft. The pumping equipment con-
sis ts of 110 ft. of 3 1/2-in. column pipe; 6-in., 5-
stage Fairbanks-Morse turbine pump, No. 29686, 
with cast iron, No. 705, impel lers , and rated at 
40 gpm. against 200 ft. of head; the overall length 
of the pump is 31 3/4 in.; 5-hp. Fairbanks-Morse, 
3440 rpm. electric motor. 
This well is now used for emergency only. 
Analysis of a sample (Lab. No. 83854), col-
lected July 22, 1938, showed the water from this 
well to have a hardness of 26.1 gr . per gal., a 
residue of 542 ppm., and an iron content of 8.0 
ppm. A large amount of methane gas was evident. 
METAMORA 
Woodford County 
Mar. 11, 1947 
A production test was made by the State Water 
Survey on July 8, 1940. The non-pumping water 
level was 105 ft., and the drawdown was 6 ft. after 
three-hours pumping at 63 gpm. 
In Mar. 1944, four wells were drilled by M. 
Ebert Co., Washington. They are grouped in a 
quadrilateral arrangement along the west side of 
State Highway No. 89. Well No. 1 is approximately 
1315 ft. S. and 1400 ft. W. of the N. E. corner of 
Section 17). Well No. 2 is 43 ft. N. and 53 ft. E. of 
Well No. 1; Well No. 3 is 83 ft. N. and 30 ft. E. of 
Well No. 1; Well No. 4 is 118 ft. N. and 83 ft. E. 
of Well No. 1. 
The wells are cased with 6-in. pipe and have 
identical Armco-iron wire-wound screens with 
lead packer and bail bottom. The screens are 
5 5/8-in. od. and are 6 ft. in length. The slot 
openings a re : top 3 ft. is No. 60; the next foot is 
No. 40 slot; the next foot is No. 30 slot; and the 
bottom one foot is No. 20 slot. 
Production tests were made of each well by 
the State Water Survey on Mar. 13, 1944. 
The test pumping was done by using the town 
fire-pumper with a direct suction connection from 
the top of each well casing. Consequently water 
levels in the pumped well could not be measured, 
but during each tes t - run the levels in the other 
three wells were measured with a steel tape. The 
pump was operated against a vacuum of approxi-
mately 28 in. of mercury (31 1/2 ft. of water) in-
dicating that, after making some allowance for 
pipe-friction loss and air leakage, the water level 
was near the bottom of the well, and the well was 
being over-pumped. 
Prel iminary to the tes t s , the measurements 
shown in Table 1 were made. 
The tabulation given in Table 2 shows the rate 
of pumping in each well and the drawdowns in the 
other wells . 
Some conclusions from the test were made as 
follows: The dependable water supply from this 
well group was about 50 gpm.; considering the 
spacing and mutual interference of the wells, any 
two wells would produce but little more water 
than the best single well; any two wells would 
furnish nearly as much water as all four wells. 
The present pumping installation consists of 
two Aurora Rotary pumps powered by 5-hp. 
Westinghouse motors which operate at a speed of 
1750 rpm. One pump operates from Wells No. 1 
2 - M e t a m o r a 
and No. 3, and the o ther f r o m Wel l s No. 2 and 4. 
The pumps a r e se t in a pit about 6 ft. deep . T h e r e 
i s an a i r l ine to each we l l . The p u m p s a r e o p e r -
a t ed a t 55 gpm. when the t ank is empty and 45 
gpm. when the t ank is full. On M a r . 11 , 1947 the 
non-pumping w a t e r l eve l was about n ine feet f r o m 
the top of the we l l , and the drawdown was about 
t h r e e feet . 
Ana lys i s of a s amp le (Lab . No . 109,510), c o l -
lec ted f r o m Wells No. 2 and 4 on M a r . 11 , 1947 
af ter pumping 1 1/2 to 2 h r . , showed the wa te r to 
have a h a r d n e s s of 22.0 g r . pe r ga l . , a r e s i d u e of 
396 p p m . , and an i r o n content of 1.3 p p m . 
The w a t e r i s not t r e a t e d but i s c h l o r i n a t e d . 
The p r i n c i p a l i n d u s t r i e s tha t u s e w a t e r f r o m the 
v i l lage w e l l s a r e an aba t to i r and a c r e a m e r y . 
P u m p a g e i s e s t i m a t e d a t 100,000 gpd. 
TABLE 1 
TABLE 2 
LABORATORY NO. 109,510 
Illinois State Water Survey - Bulletin No. 40 
The city of Metropolis (6287) installed a pub-
lic water system in 1892. 
Water was obtained from the Ohio River from 
1892 to 1906, but the supply has been obtained 
from wells since 1906. 
A well, now called the Old Well, was drilled 
in 1906 and is located about 40 ft. north of the 
center of FrontSt . and on the west line of Cather-
ine St. extended southerly (or approximately 650 
ft. S. and 900 ft. W. of the N . E . corner of Section 
11, T. 16 S., R. 4 E.). The ground surface eleva-
tion is 325± ft. 
This well is 8 in. in diameter and is probably 
about 270 ft. deep with 35 or 40 ft. of slotted b ras s 
screen. 
This well was originally equipped with an a i r -
lift. 
In 1916, it was reported that the non-pumping 
water level was about 13 ft. below the ground su r -
face, and that when pumping at 625 gpm., the 
drawdown was about 7 ft. In 1923, when tested, 
the well produced about 1200 gpm. for 12 hr . , and 
the water level was lowered to a depth of 25 ft. 
In 193 7, the non-pumping and pumping water 
levels were 11 and 25 ft., respectively, below the 
ground surface. In 1941, the non-pumping water 
level was 11 ft. below the ground surface and 
when the airlift in the new well 50 ft. distant was 
operated simultaneously, the drawdown was 21 ft. 
in both wells. 
Sometime prior to 1937, the well was equipped 
as follows: 100 ft. of 6-in. column pipe; 8-in. 
Worthington deep-well turbine, No. 920323 Size 
8-300QA7, rated at 500 gpm.; 10 ft. of 6-in. suc-
tion pipe; 25-hp. Westinghouse electr ic motor. 
In Jan., 1948, the pump was operated 24 h r . 
daily at an estimated rate of 500 gpm. 
Analysis of a sample (Lab. No. 113,290), col-
lected Jan. 26, 1948 after 72-hr. pumping at 500 
gpm., showed the water to have a hardness of 
11.3 gr. per gal. , a residue of 235 ppm., and an 
iron content of 0.3 ppm. 
The New Well was drilled in 1924 by Fred M. 
Luth, St. Louis, Mo., and is located approximately 
50 ft. northeast of the Old Well. 
METROPOLIS 
Massac County 
Jan. 31, 1948 
Sample-study and dr i l le r ' s log of the New Well 
furnished by the State Geological Survey: 
The well was drilled to a depth of 420 ft., but 
no water was encountered below the top of the 
limestone bed rock. 
A 12 1/2-in. od. casing was installed to a depth 
of 290 ft., and 6 or 8 slots were ripped in the c a s -
ing at different elevations between 229 and 290 ft. 
When the well was completed, the non-pumping wa-
ter level was reported to be 11 ft. below the ground 
surface, and the well was estimated to produce 
1000 gpm. 
The pumping equipment consisted of an a i r -
lift, with a 10-in. eductor pipe, and 3-in. airpipe. 
A Worthington 13-in. by 14-in. compressor is 
driven by a 75-hp. Westinghouse electr ic motor. 
The pump base is about 7 1/2 ft. above ground 
level. 
In 1944, this well was producing 1500 gpm. 
Analysis of a sample (Lab. No. 102,153), col-
lected Dec. 22, 1944, showed the water to have a 
hardness of 11.2 gr . per gal., a residue of 235 
ppm., and an iron content of 0.6 ppm. 
Pumpage in 1947 was estimated to average 
900,000 gpd. 
2 - M e t r o p o l i s 
LABORATORY NO. 113,290 
Illinois State Water Survey - Bulletin No. 40 
A public water supply for the village of Middle-
town (496) was installed in 1941. 
In Feb. 1941 an electrical earth resistivity 
survey was made by the State Geological Survey. 
Three test holes had been drilled to rock at about 
200 ft. and located within the corporate limits of 
the village. None of the test holes encountered 
water-bearing material below a depth of 15 ft. 
As a result of the resistivity survey, two test 
holes, No. 4 and 5, were drilled. A permanent 
well was completed in Apr. 1941 by Hayes and 
Sims, Champaign, and located at the site of Test 
Hole No. 5, about 3/4 mile west of the north part 
of the village, (or approximately 50 ft. S. and 1120 
ft. W.of the N. E. corner of Section 13, T. 19 N., 
R. 5 W.). The well is in Menard County. The 
elevation of the ground surface is 580t ft. 
Sample-study log of well drilled in 1941 furnished 
by the State Geological Survey: 
The well was finished at a depth of 155 ft. and 
was cased with 8-in. pipe from 1 ft. 5 in. above to 
144 ft. below ground level. An 8-in. Johnson 
screen, with No. 20 slot openings, was exposed 
MIDDLE TOWN 
Logan County 
Sept. 22, 1948 
from 145 to 155 ft. 
A production test was made by the State Wa-
ter Survey on Apr. 14, 1941 using, for test 
purposes, a 4-stage centrifugal deep-well pump 
and 100 ft. of column pipe and 10 ft. of suction 
pipe. The length of the pump was 3 ft. 8 in. and 
the 1/4 -in. air line was 100 ft. Before the test 
the water level was 56 1/2 ft. below the top of 
casing and after 5 3/4-hr . pumping at ra tes in-
creasing from 101 to 197 gpm.,the final drawdown 
was 15 1/2 ft. On Sept. 15, 1948, the water level, 
after 11 1/2-hr. non-pumping, was 26 ft. above 
the bottom of the air line. 
The pumping equipment includes an 8-in. 
American Well Works turbine pump, No. 65131, 
rated at 200 gpm. against 95 ft. of head and a 
7 1/2-hp. General Electric motor. An air line is 
in place but the length is not known. 
Analysis of a sample (Lab. No. 115,828), col-
lected Sept. 15, 1948, after 20-min. pumping at 200 
gpm., showed this water to have a hardness of 15.2 
gr . per gal., a residue of 294 ppm., and an iron 
content of 1.6 ppm. 
The water is aerated and filtered. 
Analysis of a sample (Lab. No. 116,032), col-
lected Sept. 15, 1948 showed the treated water to 
have a hardness of 15.4 gr. per gal., a total min-
era l content of 283 ppm., and an iron content of 
0.17 ppm. 
Pumpage is estimated to average 18,000 gpd. 
LABORATORY NO. 115,828 
I l l inois State Water Survey - Bul le t in No. 40 
The public w a t e r supply for the vi l lage of M i -
lan (1210) was i n s t a l l ed in 1894. 
Wate r was obtained f r o m a wel l located at 
Th i rd St. West and F i r s t Ave. (or a p p r o x i m a t e l y 
1500 ft. S. and 800 ft. W. of the N. E. c o r n e r of 
Sect ion 2 3 , T. 17 N . , R. 2 W.). 
The wel l was d r i l l e d to a depth of 1157ft . b e -
low a ground sur face e leva t ion of 566± ft. 
C o r r e l a t e d d r i l l e r ' s log of wel l d r i l l ed in 1894 
fu rn i shed by the State Geologica l Survey : 
Dur ing d r i l l ing o p e r a t i o n s , a s m a l l flow of 
w a t e r was noted in the upper 95 ft. of the Galena 
do lomi te and a flow r a t e of 200 gpm. was noted 
in the upper 90 ft. of the St. P e t e r s an d s to n e . 
In 1912, J . P . Mi l le r A r t e s i a n Well C o . , B r o o k -
field, p laced 5- in . d i a m e t e r ga lvanized cas ing to 
a depth of 658 ft. and c leaned the hole to 5- in . 
d i a m e t e r to the bo t tom at 1157 ft. The p r e s s u r e a t 
MILAN 
Rock Is land County 
October 15, 1947 
the ground su r face was then 12 p s i . C a s i n g s 
have b e e n r e p l a c e d f requen t ly . 
When the wel l was new, the shu t - in p r e s s u r e 
was 67 ft. and the f ree flow r a t e was 350 gpm. 
In 1916 the f ree flow at the ground sur face was 
m e t e r e d at 100 g p m . In 1923 the flow w a s 90 
gpm. 
A n a l y s i s of a s a m p l e ( L a b . No. 49838), c o l -
lec ted Aug. 1, 1923, showed t h i s w a t e r to have a 
h a r d n e s s of 10.5 g r . pe r ga l . , and a m i n e r a l c o n -
t en t of 1202 p p m . 
In A p r i l 1938 the wel l was being u s e d only in 
e m e r g e n c y , and l a t e r the pump was r e m o v e d and 
the wel l abandoned . 
Well No. 2 was d r i l l e d in 1937 to a depth of 
320 ft. by D. E. E d w a r d s , West B r a n c h , Iowa, and 
loca ted 55 ft. e a s t of the old w e l l . 
A 10- in . d r i v e pipe c a s i n g , 10 ft. in length , 
was se t in the l ime s tone , and an 8- in . cas ing was 
p laced f r o m the su r f ace to 140 ft. A flow of w a -
t e r about 25 gpm. , with a s t rong su lphur odor , was 
c a s e d out of the sha le at 127 to 134 ft. 
The w a t e r l eve l , when the wel l was c o m p l e t e d , 
w a s 14 ft. be low the top of the ca s ing ; and dur ing 
a 4 8 - h r . p roduc t ion t e s t by the d r i l l e r , the d r a w -
down w a s 71 ft. when pumping at 165 g p m . 
The pumping a s s e m b l y c o n s i s t s of 100 ft. of 
6- in . co lumn p ipe ; 8- in . , A m e r i c a n Well Works 
tu rb ine p u m p , No. 60670, r a t e d a t 150 gpm. 
a g a i n s t 172 ft. of head at 1750 r p m . ; 10 ft. of 6-
in . suc t ion p ipe; 10-hp . e l e c t r i c m o t o r . 
Ana lys i s of a s a m p l e (Lab . No. 112,244), c o l -
lec ted Oct . 15, 1947 af ter 4 8 - h r . pumping at 165 
gpm. showed t h i s w a t e r to have a h a r d n e s s of 21.6 
g r . p e r ga l . , a r e s i d u e of 444 p p m . , and an i r o n 
content of 0.3 p p m . 
The w a t e r i s not t r e a t e d . P u m p a g e i s e s t i -
m a t e d at 50,000 gpd. 
2 - Milan 
LABORATORY NO. 112,244 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed in 1896 by 
the village of Milford (1628). 
Water was first obtained from 2 tubular wells 
drilled to a total depth of 65 ft. below a ground 
surface elevation of 665± ft. The tops of the 
wells were in a pit 16 ft. in diameter and 20 ft. 
deep. One of the wells was abandoned and a third 
well was drilled in 1916by C. S. Cummings, Gard-
ner , and located 16 ft. south from the well in the 
pit. All of the wells were located on a village-
owned lot on the west side of Axtell Ave. midway 
between Ashford and Lyle St. (or approximately 
2050 ft. S. and 250 ft. W. of the N. E. corner of 
Section 15, T. 25 N., R. 12 W.). 
Two additional wells were drilled about 1925. 
One well was located 6 ft. west of Well No. 3 and 
is now capped. The other well was located about 
50 ft. south and 25 ft. east of Well No. 3, and was 
cased with 8-in. pipe. Water was pumped by air 
lift. The air and eductor pipes are still in place, 
but disconnected. The water level was 25 1/2 ft. 
below the ground surface on Nov. 16, 1948. All 
5 wells have been abandoned. 
in 1931, Well No. 6 was drilled by Layne-
Western Co., Chicago, and located on the same 
lot with the old wells, and about 25 ft. south and 
10 ft. east of Well No. 3. The well was of the 
gravel-pack type with a 30-in. outer casing ex-
tending from ground level fo 51 ft. 4 in., a 16-in. 
inner casing from ground level to 50 ft. and a 
16-in. Layne shutter screen from 50 to 60 ft. On 
the bottom of the screen, a 22 by 16-in. cone was 
set with the bottom at 63 ft. below ground level. 
The pumping equipment includes a Layne tu r -
bine pump, No. 6547, rated at 65 gpm., and a 5-
hp. General Electric motor. 
MILFORD 
Iroquois County 
Nov. 18, 1948 
Well No. 6 is maintained as an emergency 
supply unit. The pump is operated once a week 
for 30 minutes, discharging to waste. 
Analysis of a sample (Lab. No. 87233) col-
lected Feb. 8, 1940 showed this water to have a 
hardness of 37.9 gr. per gal., a residue of 918 
ppm., and an iron content of 0.4 ppm. 
In 1940, Well No. 7 was drilled by Layne-
Western Co. and located on the south bank of Sugar 
Creek about 1/4 mile southeast of town and 20 ft. 
east of the Chicago and Eastern Illinois R. R. 
right-of-way (or approximately 1028 ft. N. and 
480 ft. E.of the S. W. corner of Section 14). The 
ground surface elevation is 655.5 ft. 
The well is of the gravel-pack type, having 58 
ft. of 48-in. outer casing, 58 ft. of 26-in. inner 
casing and 20 ft. of 26-in. Layne shutter screen 
with the bottom of the screen set at 77 ft. 11 in. 
below the top of the inner casing which is 1.8 ft. 
above ground surface. 
A production test was made by the State Wa-
ter Survey on July 12, 1940. The static water l e -
vel was 24.2 ft. below the top of the inner casing. 
After 7-hr. pumping at 600 gpm. the drawdown 
was 10 ft. and after an additional 2-hr. pumping 
at 700 gpm. the drawdown was 11.9 ft. On Nov. 
16, 1948 water levels were observed on the a l t i -
tude gauge. The length of air line is not known. 
After several hours of non-pumping, the gauge 
read 32.3 ft. and after 15-minutes pumping at an 
estimated rate of 750 gpm., the gauge read 27.7 
ft. 
Well No. 7 is the sole source of the public 
supply. The pumping equipment includes a Layne 
turbine pump, No. 10215 and 20-hp. U. S. e lec-
LABORATORY NO. 116,471 
2 - Milford 
tric motor. A new bowl assembly was installed 
in the spring of 1947. The pump head is mounted 
on a concrete base about 3 1/2 ft. below normal 
ground level. 
Analysis of a sample (Lab. No. 116,471) col-
lected Nov. 16, 1948 after 10-minutes pumping 
showed this water to have a hardness of 25.8 gr. 
per gal., a residue of 575 ppm., and an iron con-
tent of 2.5 ppm. 
The water is chlorinated. 
Pumpage is estimated to average 112,000 
gpd. inclusive of the Locker Plant and Theatre, 
but exclusive of the Milford Canning Co. During 
the 1948 canning season, the Milford Canning Co. 
purchased 16 mg. from the village. Total pump-
age for Milford in 1948 averaged 156,000 gpd. 
Illinois State Water Survey - Bulletin No. 40 
The water supply was installed by the village 
of Milledgeville (808) in 1897. 
The water works was located 1 block west of 
the business district (or approximately 1200 ft. 
N. and 1900 ft. E. of the S. W. corner of Section 
23, T. 23 N., R. 6 E.). Two wells were drilled 10 
ft. apart within the pumping station building. In 
1923 the West Well was reported, by a former wa-
ter superintendent, to be 475 ft. deep and the East 
Well 518 ft. deep. In 1916 the wells had been r e -
ported to be 250 and 300 ft. deep. Both wells were 
cased with 8-in. pipe to a depth of 15 ft., extend-
ing 2 ft. into rock. The ground surface at that 
point is 759± ft. 
Each well was equipped with a Cook double-
action deep-well pump with a 4 3/4 by 24-in. cyl-
inder. The West Well cylinder was attached to 
200 ft. of 5-in. drop pipe, and the East Well cyl-
inder was attached to 250 ft. of 5-in. drop pipe: 
In 1936 the east pump was being operated 18 hr . 
daily and was pumping a i r . The cylinder was 
lowered to a depth of 300 ft. The West Well was 
being used about 3 hr . daily. 
In 1939 the East Well had gone dry and was 
found to contain a string of tools. The well was 
abandoned; and the Cook cylinder, formerly in the 
East Well, was installed in the West Well, which 
was maintained for emergency supply. The West 
Well was abandoned prior to 1945. 
Analysis of a sample (Lab. No. 83698) col-
lected June 7, 1938, showed the water from the 
East Well to have a hardness of 17.5 gr. per gal., 
a residue of 338 ppm., and an iron content of 0.6 
ppm. 
In 1939, Well No. 3 was drilled by Davis & 
Lingle, Pres ton, Iowa. It was reported that Mr. 
Davis had drilled the 2 old wells. Well No. 3 was 
drilled 10 ft. east of the old east well to a depth 
of 437 ft. 
F rom the surface there is 20 ft. of outer c a s -
ing, 12-in. diameter , and also 32 ft. of inner c a s -
ing, 10-in. diameter, with cement grout between 
the 2 casings. The hole is 10 in. in diameter from 
the casings to the bottom of the well. The non-
pumping level was reported to be 115 ft. in 1939. 
The following pump installation made in Sept. 
1939 is still in service: 220 ft. of 5-in. od. a s -
phalt-coated column pipe; 6-in., 25-stage (porce-
lain enameled bowls) Fairbanks-Morse turbine 
pump, No. 4572, rated at a capacity of 100 gpm. 
against 380 ft. of head; the overall length of the 
pump is 11 ft. 5 in.; 30 ft. of 5-in. od. asphalt-
MILLEDGEVILLE 
Carrol l County 
Sept. 23, 1948 
coated suction pipe; 20-hp. Fairbanks-Morse 
electric motor. The 220-ft. air line, as installed, 
has since dropped in the well. 
Analysis of a sample (Lab. No. 108,672) col-
lected Sept. 19, 1939 after 30-min. pumping at 100 
gpm., showed the water in Well No. 3 to have a 
hardness of 18.5 gr. per gal., a residue of 324 
ppm., and an iron content of 0.1 ppm. 
Well No. 3 is now maintained as a stand-by 
unit. 
Well No. 4 was drilled to a depth of 1146 ft. 
in 1948 by C. W. Varner, Dubuque, Iowa, and lo-
cated 50 ft. east of Well No. 3. The well was 
cased with 18-in. od. drive pipe from the surface 
to limestone at 17 ft. and with 12-in. id. pipe from 
the surface to 374 ft. The hole was finished at 
12-in. diameter from 374 to 1015 ft. and 10-in. 
diameter from 1015 to 1146 ft. 
The dri l ler reported a 10-hr. test made on 
Sept. 23, 1948. Before the test the static water 
level was 83 ft. below ground level. After the first 
3 1/2-hr. pumping at a rate of 200 gpm., and the 
pump in Well No. 3 operating, the drawdown in 
Well No. 4 was 24 ft. Pumping was then discon-
tinued in Well No. 3 and after 1 1/2-hr. pumping 
in Well No. 4 at 200 gpm., the drawdown was 22 
ft. The pumping rate was then increased to 400 
gpm. and after 1/2 hr . , the drawdown was 58 ft. 
The pump in Well No. 3 was started and after 
1 1/2-hr. additional pumping in Well No. 4 at 400 
gpm., the drawdown was 74 ft. Pumping was then 
gradually accelerated in Well No. 4. For the last 
1 1/2 hr . of the tes t , the pump in Well No. 3 was 
operated and the pumping rate in Well No. 4 was 
565 gpm. with a drawdown of 121 ft. After stopr 
ping the test and with No. 3 pump not operating, 
the water level returned to within 5 ft. of the 
starting level, 30 min. after the test. 
Analysis of a sample (Lab. No. 116,031) col-
lected Sept. 23, 1948 after 7-hr. pumping at 565 
gpm. showed the water to have a hardness of 17.6 
gr. per gal., a residue of 309 ppm., and an iron 
content of 5.1 ppm. 
On Mar. 4, 1949, the pumping equipment was 
reported to consist of 160 ft. of 6-in. column pipe; 
9-stage Peer l e s s turbine pump, having bronze 
impellers and rated at 300 gpm. against 300 ft. of 
head; 10 ft. of 6-in. suction pipe; 160 ft. of 1/4-
in. copper air line; 30-hp. electric motor. On the 
same date it was reported that Well No. 4 supplies 
the entire demand. 
Pumpage is estimated to average 60,000 gpd. 
2 - Milledgeville 
LABORATORY NO. 108,672 
Correlated dr i l l e r ' s log of Well No. 4 furnished by the State Geological Survey: 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed in 1931 
by the village of Millstadt (1290). 
Water was obtained from a well drilled in 
1895 as a coal tes t hole and later equipped to sup-
ply water for the Millstadt Electric Light Plant. 
Originally the well was 614 ft. deep and cased with 
8-in. pipe to rock. It was reported that later the 
well was plugged at 300-ft. depth, and cased with 
8-in. pipe to 250 ft. and with 6-in. pipe inside the 
8-in. casing to the same depth. 
In 1931, this well, designated as Well No. 1, 
was acquired by the village. It was located at the 
south-west corner of Main and White St. (or ap-
proximately 1800 ft. N. and 640 ft. W. of the S. E. 
corner of Section 9, T. 1 S., R. 9 W.). The e le -
vation of the ground surface at the well-site-is 
620± ft. 
The pumping equipment, originally installed 
in Well No. 2 consi sts of: 256 ft. of 3 1/2-in. od. 
column pipe; 6-in.; 24-stage Pomona water -
lubricated turbine pump, No. SU 83, having an 
overall length of 14 ft.; 28 ft. of suction pipe; 
7 1/2-hp., 1750 rpm. Westinghouse electric mo-
tor . The bottom of the suction pipe is two feet 
above the bottom of the well. 
In Oct. 1934 the non-pumping water level was 
173 ft. below ground level and in Aug. 1936 after 
the second pump was installed, the water level was 
193 ft. In Aug. 1938 the pump was operated 24 
h r . daily, but at almost regular intervals no water 
was discharged, indicating that the water was 
drawn down to the maximum suction lift of the 
pump. Water should be discharged only when the 
bowls were almost completely submerged. 
Analysis of a sample (Lab. No. 116,488) col-
lected Nov. 1948, showed this water to have a 
hardness of 16.6 gr. per gal., a residue of 343 
ppm., and an iron content of 0.4 ppm. 
Well No. 2 was drilled in 1939 to a depth of 
615 ft. by Sewell Well Co., St. Louis, Mo., and was 
located at the northwest corner of Monroe and Oak 
St., about 360 ft. south of Well No. 1, (or approxi-
mately 1320 ft. N. and 680 ft. W. of the S. E. corner 
of Section 9.). 
The ground elevation at the well-site is 620± 
ft. 
The well is cased with 8-in. pipe to a depth of 
250 ft. 
The pumping equipment consists of 263 ft. of 
3 1/2-in. od. column pipe; 7-in., 17-stage Sterling 
MILLSTADT 
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turbine pump, No. S 2030, rated at 75 gpm. against 
325 ft. of head, and having an overall length of 7 ft. 
1 1/32 in.; 24 ft. of 3 1/2-in. suction pipe; 15-hp., 
1800 rpm. General Electric motor. 
The bottom of the suction pipe is 294 ft. below 
the top of the well. 
In the summer of 1944, after pumping at a rate 
of 25 gpm. for 1 1/2 hr . , the discharge stopped. 
In Feb. 1945 water was pumped continuously for 
10 days at a rate of 13 gpm. 
Analysis of a sample (Lab. No. 102,458), col-
lected Feb. 6, 1945 showed this water to have a 
hardness of 16.4 gr . per gal., a mineral content 
of 362 ppm., and an iron content of 0.4 ppm. 
Well No. 3 was drilled in 1946 to a depth of 
310 ft. by Braun Drilling Co., Red Bud, and lo-
cated at the southwest corner of Breese and Har -
rison St. (or approximately 110 ft. N. and 330 ft. 
E. of the S. W. corner of Section 10). 
The well was " s h o t " with nitro-glycerine be -
tween depths of 287 and 302 ft. and was then cased 
with 12 1/2-in. pipe from the surface to 61 ft. 7 
in., and with 10-in. pipe from the surface to 251 
ft. 7 in. The annular space outside the 10-in. 
casing was filled with grout by p ressure . Below 
the 10'-in. casing the hole was 10 in. in diameter . 
Upon completion of the well, the static water 
level was 185 ft. below a ground surface eleva-
tion of 605± ft. A production test was made by 
the State Water Survey on Aug. 1, 1946. Before the 
test the water level was 202 ft. below ground 
level and, after 5 1/4-hr. pumping at 41 gpm., the 
drawdown was 71 ft. 
The pumping equipment consists of 245 ft. of 
4-in. column pipe; 6-in., 33-stage Pomona t u r -
bine pump, No. SF 2430, rated at 50 gpm. against 
450 ft. of head; overall length of the pump is about 
15 ft.; 30 ft. of 4-in. suction pipe with s t ra iner ; 
20-hp., 1750 rpm. General Electr ic motor, No. 
TC 6562228. ASterling meter is on the line from 
this well. 
Analysis of a sample (Lab. No. 107,322) col-
lected Aug. 1, 1946 showed this water to have a 
hardness of 16.4 gr. per gal., a residue of 378 
ppm., and an iron content of 3.7 ppm. 
Water from Wells No. 1 and 2 is pumped into 
the storage r e se rvo i r . 
Water f rom Well No. 3 is pumped directly in-
to the distribution system. 
Pumpage is estimated to average 51,500 gpd. 
2 - M i l l s t a d t 
LABORATORY NO. 116,488 
S a m p l e - s t u d y log of Well No . 2 furn ished by the State Geological Su rvey : 
I l l inois Sta te Water Survey - Bul le t in No. 40 
A public w a t e r supply w a s ins t a l l ed by the 
v i l lage of Min ie r (737) in 1891. 
At tha t t i m e a wel l was d r i l l e d to a d i a m e t e r of 
6 in . A pump cy l inder and too l s w e r e l o s t , and the 
wel l was abandoned in 1912. 
In 1910, a second wel l was d r i l l ed to a depth of 
138 ft. , 8 in . in d i a m e t e r and loca ted at the 
pumping s ta t ion n e a r the c e n t e r of the v i l lage (or 
a p p r o x i m a t e l y 2400 ft. N. and 2500 ft. E. of the 
S. W. c o r n e r of Sect ion 22, T: 23 N . , R. 2 W.). 
In 1916 the non-pumping w a t e r l eve l was r e -
p o r t e d to be 75 ft. be low the ground s u r f a c e e l e v a -
t ion of 633± ft. Wa te r was d r a w n down to the 6- in . 
by 3 6 - i n . cy l inde r , p laced at 130 ft., when pumping 
at a r a t e of 37 s p m . Th i s we l l h a s b e e n abandoned . 
In 1914, Well No. 3, Nor th Wel l , was d r i l l ed 9 
ft. f r o m the second we l l . I t was 8 in . in d i a m e t e r 
and was o r ig ina l ly 143 ft. in dep th . In 1929 th i s 
wel l was deepened to 193 ft. and was c a s e d with 
160 ft. of 8- in . pipe and 30 ft. of 7- in . pipe and 
s c r e e n with 3 ft. of f i t t ings and plug. The ef-
fective s c r e e n length is 16 ft. , and the Johnson 
s c r e e n h a s No. 20 s lo t open ings . 
The wel l is equipped with 120 ft. of 4 1/2-in. 
co lumn p ipe ; 5 1/2-in. od. 19 - s t age Pomona t u rb ine 
p u m p , No. G-6442 , r a t e d at 130 gpm. a g a i n s t a 
head of 220 ft.; 10 ft. of 3 1/2-in. suct ion p ipe; 
MINIER 
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10-hp . West inghouse e l e c t r i c m o t o r . 
Ana lys i s of a s amp le ( L a b . No. 109,156), c o l -
l e c t e d F e b . 7, 1947 after pumping 25 m i n . , showed 
the w a t e r f r o m the Well N o . 3 to have a h a r d n e s s 
of 18.9 g r . p e r g a l . , a r e s i d u e of 352 p p m . , and 
an i r o n conten t of 2.4 p p m . 
In 1929 Well No. 4, South Wel l , was d r i l l e d 
to a depth of 193 ft. and loca t ed about 20 ft. south 
of the t h i rd w e l l . The wel l is c a s e d with 179 ft. 
of 8- in . pipe and with 14 ft. of Cook s c r e e n with 
No. 30 s lo t open ings . 
In 1946 the o r i g i n a l pump was r e d u c e d f r o m 
14 s t a g e s to 12 s t a g e s . The pump a s s e m b l y now 
c o n s i s t s of: 120 ft. of 5 - in . od. co lumn pipe; 7-
i n . , 12 - s t age F a i r b a n k s - M o r s e tu rb ine p u m p , No. 
23238; the o v e r a l l length of the pump is 5 ft. 10 
in . ; 10 ft. of 3 1/2-in. suc t ion p ipe ; 15-hp . F a i r -
b a n k s - M o r s e e l e c t r i c m o t o r . 
Ana lys i s of a s amp le (Lab . No. 109,155), c o l -
l ec t ed F e b . 7, 1947 af ter pumping 15 m i n . , showed 
the w a t e r f r o m the Well No. 4 to have a h a r d n e s s 
of 19.4 g r . p e r ga l . , a r e s i d u e of 372 p p m . , and an 
i r o n conten t of 4 .1 p p m . 
The pumps a r e o p e r a t e d a l t e r n a t e l y and a r e 
s t a r t e d w h e n e v e r the w a t e r d r o p s 2 ft. in the 
t ank . P u m p a g e is e s t i m a t e d to be 100,000 gpd. 
LABORATORY NO. 109,155 
Illinois State Water Survey - Bulletin No. 40 
The public water supply was installed by the 
city of Minonk (1897) about 1887. 
Water was obtained first from a dug well, 16 ft. 
in diameter and 65 ft. deep. In 1893 the old well 
was replaced by a well drilled to a depth of 1850 
ft. and located near the dug well on Lot 16, Block 
7, at the southeast corner of West Fifth and Wash-
ington St. (or approximately 1700 ft. N. and 2250 
ft. E. of the S. W. corner of Section 7, T. 28 N., 
R. 2 E.). 
The well, now called Well No. 1, was 12 in. in 
diameter at the top and 6 in. in diameter at the 
bottom. It was cased to a depth of 600 ft. When 
this well was completed, the dug well was used as 
a collecting rese rvo i r . The drilled well was 
equipped with a Keystone Driller Co. 2-stage deep-
well pump which was belt-driven from an electric 
motor. A 5 3/4-in. cylinder was attached to 6-in. 
drop pipe, and screen, 1 ft. long, attached to the 
bottom of the cylinder. The bottom of the screen 
was set at a depth of 366 ft. The pump operated 
at a rate of 107 gpm. 
In 1922 this well was cleaned out by the J. P. 
Miller Artesian Well Co., Brookfield, to a depth 
of 1519 ft. It is probable that a considerable part 
of this work consisted of repairing the casing as 
the well was still 1850 ft. deep. 
In 1938 Well No. 1 was equipped with: 340 ft. 
of 5-in. column pipe; size 8-S.C., 13-stage Ameri -
can Well Works turbine pump rated at 130 gpm. 
against a head of 340 ft.; the overall length of 
the pump is 7 ft. 9 1/2 in.; 20 ft. of 5-in. suction 
pipe; 15-hp. U. S. electric motor. 
In Mar. 1947 the well was not in operation but 
was expected to be in service as soon as a new 
pump and assembly could be obtained. 
A record of non-pumping water levels below 
the top of the well is as follows: 
Analysis of a sample (Lab. No. 66476) col-
lected Mar. 23, 1922 showed the water to have a 
hardness of 2 gr. per gal., a residue of 2211 ppm., 
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and an iron content of 0.3 ppm. 
The chloride content and hardness has not 
varied greatly since 1914. 
The character is not greatly different from that 
which might be expected for water from a depth of 
about 660 ft. 
In 1921 - 1922 Well No. 2 was drilled by the 
J. P. Miller Artesian Well Co. to a depth of 2005 
ft. and located 28 ft. northeast of the other well. 
The ground surface elevation is 758t ft. 
The well is cased from the ground surface 
with 208 ft. of 15-in. od. pipe. Twelve-in. c a s -
ing, sealed to the 15-in. pipe, extends to a depth 
of 526 ft., and 10-in. casing sealed to the 12-in. 
is placed between depths of 516 and 660 ft. All 
pipe is wrought iron. The well is 10 in. in dia-
meter at the bottom. The depth to water in the 
well was 217 ft. until sandstone was entered when 
it raised to 202 ft. 
In Mar. 1922 Well No. 2 was equipped with a 
deep-well pump with the cylinder at a depth of 
301 ft. The pump was operated by the well rig 
during a 10-hr. test . During the first 5 hr . , the 
production, as measured in a tank, was between 
115 and 120 gpm. at nearly all t imes . After 8 1/2-
hr . pumping, the production declined to 80 gpm. 
The rate of pumping was then increased, and the 
maximum possible rate of pumping at the end of 
10 hr . was 107 gpm. During the last 7 1/2 h r . of 
this test , the pump in the well 28 ft. distant was 
operating. Measurements to water level in the 
wells could not be made, but it was reported that 
the water level in the well tested was probably 
drawn down to the pump cylinder at a depth of 301 
ft. 
The temperature of the water from the well, 
1 hr . after pumping started, was 67.5° F . ; and 
after pumping 8 1/2 hr . , it was 71.5° F. 
In Apr. 1925 the well was equipped with a Key-
stone Driller Co. pump with a 6 3/4-in. cylinder. 
In 1937 Well No. 2 was equipped with the fol-
lowing pumping equipment, which is still in place: 
2 - Minonk 
350 ft. of 5 - in . co lumn pipe; s i ze 8 - S . C , 14 - s t age 
A m e r i c a n Well Works tu rb ine pump, No. 68828, 
r a t e d at 100 gpm. aga in s t a head of 355 ft. at 1800 
r p m . ; ( a t the p r e s e n t t i m e i t i s e s t i m a t e d that the 
pump ac tua l ly d e l i v e r s 125 gpm.) ; the o v e r a l l 
length of the pump is 8 f t . 3 1/2 in . ; 20 ft. of 5- in . 
suc t ion p ipe ; 15-hp . U. S . e l e c t r i c m o t o r ; an a i r 
l ine i s i n s t a l l ed but the length i s not known. 
Non-pumping w a t e r l eve l s in Well No. 2 , b e -
low the top of the wel l have been r e p o r t e d as fo l -
l o w s : 
Well No. 2 is now supplying a l l the w a t e r for 
Minonk. Well No. 1 wi l l be p l aced in p roduc t ion 
as soon as pump and a s s e m b l y can be ob ta ined . 
Ana lys i s of a s a m p l e (Lab . No. 109,530), c o l -
l ec ted M a r . 13, 1947 af ter pumping about 3 1/2 
h r . , showed the wa te r f r o m Well No . 2 to have a 
h a r d n e s s of 13.9 g r . pe r g a l . , a r e s i d u e of 170.3 
p p m . , and an i r o n content of 0.2 p p m . S i m i l a r 
qual i ty was shown by o ther a n a l y s e s . 
The i n c r e a s i n g ch lo r ide content and d e c r e a s i n g 
h a r d n e s s i n d i c a t e s an i n c r e a s i n g p r o p o r t i o n of 
w a t e r f r o m about 660 ft. The a n a l y s i s m a d e in 
1922 a p p e a r s to be typ ica l for w a t e r s f r o m the St. 
P e t e r sands tone in th i s v i c in i ty . 
The w a t e r i s not t r e a t e d . 
Pumpage i s e s t i m a t e d a t 120,000 gpd. 
LABORATORY NO. 66476 
LABORATORY NO. 109,531 
Minonk - 3 
S a m p l e - s t u d y and d r i l l e r ' s log of Well No . 2 furn ished by the State Geologica l Survey : 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
village of Minooka (317) in 1886. 
Water was obtained from a well drilled in 1886 
to a depth of 2100 ft. The well has not been in se rv-
ice since 1906 although the free flow continued at a 
diminishing rate until 1941. All available physical 
and chemical data, prior to 1941, may be found in 
Bulletin No. 34. 
The State Water Survey installed an automatic 
water level recorder in this well Sept. 1, 1942. 
Some crit ical water levels are shown in Table 1. 
TABLE 1 
The recorder was removed Apr. 3, 1945. 
Well No. 2 was drilled in 1906to a depth of 620 
ft. by John Matthews, Joliet, at a location 200 ft. 
north and 135 ft. east of Well No. 1 about 185 ft. 
north of the center of Mondamon St. and 90 ft. 
west of the center of Wabena St. (or approximately 
2400 ft. S. and 2500 ft. E. of the N. W. corner of 
Section 1, T. 34 N., R. 8 E.). All available phy-
sical and chemical data prior to 1941 may be found 
in Bulletin No. 34. 
The pump installation in service on Nov. 14, 
1947, was: 207 ft. of 5-in. drop pipe; American 
Well Works two-stroke deep-well cylinder pump, 
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No. J 2867 having a 4 3/4-in. id. and 18-in. stroke 
and operating at 25 rpm.; the bottom of the 5-in. 
suctionpipe is at 240 ft.; 20-hp. Fairbanks-Morse 
electric motor. 
The following pumping equipment is available 
and will be installed soon: 260 ft. of 4-in. gwi. 
column pipe; 6-in., 26-stage Peer less turbine 
pump, No. 33903, having all bronze bowls and an 
overall length of 11 1/2 ft. and a rated capacity of 
50 gpm. against 280 ft. of head; 15 ft. of 4-in. suc-
tion pipe and strainer; 260 ft. of 1/4-in. b ra s s pipe 
air line; 10-hp. U. S. electric motor. 
The following non-pumping water levels have 
been reported with depth to water measured from 
the top of the casing, which has an elevation of 
613.14 ft. 
On May 3, 1938 the non-pumping water level 
was reported to be 92 ft.; and when pumping at 
70 gpm., the drawdown was 73 ft. In July 1943 the 
pumping rate had been 45 gpm. for several months, 
and the drawdown was 74 ft. below a non-pumping 
water level of 106 ft. 
In July 1945 it was necessary for the village 
officials to take action toward improving the wa-
LABORATORY NO. 112,587 
2 - Minooka 
ter supply. It had been proposed to ream out 
Well No. 2 and replace the pump, but Well No. 1 
could not be substituted in service before fishing 
out an old pump which had dropped in that well. 
On July 3, 1945, a short production test of 
Well No. 2 was made by the State Water Survey. 
Before the test the water level was 110 ft. Pump-
ing was started at 54 gpm. and gradually fell off 
to 47 gpm. at the end of 4 1/2 h r . 
Analysis of a sample (Lab. No. 112,587), col-
lected Nov. 14, 1947 after two-hours pumping at 
about 50 gpm., showed the water to have a hard-
ness of 11.3 gr. per gal., a residue of 643 ppm., 
and an iron content of 0.6 ppm. 
From Jan. l , to Sept. 1, 1947 the pumpage was 
estimated to average 18,100 gpd. 
No log is available for the Minooka village 
wells. An oil test well was drilled in 1902 by J. 
P. Miller Artesian-Well Co., Brookfield, and lo-
cated in S. W. corner, N.W. 1/4, Section 32, T. 35 
N., R. 9 E. , about two miles northeast of Minooka. 
The ground elevation is 570t ft. 
Correlated dr i l ler ' s log of oil test well furnished by the State Geological Survey: 
Illinois State Water Survey - Bulletin No. 40 
The water works for the village of Mokena 
(657) was first installed under private ownership 
and was acquired by the village in 1899. 
Water was obtained from a well drilled in 1891 
to a depth of 139 ft. and cased with 4-in. pipe having 
10 ft. of screen at the bottom. 
The well penetrated drift and obtained water 
from a sand and gravel s tratum. It was located on 
Front St. about 600 ft. northeast of the present 
well and was the source of the public supply until 
1921 when it was abandoned. 
In 1920 a well was drilled by John Matthews, 
Joliet, to a depth of 225 ft. It is located in the 
municipal building on Front St. about 1750 ft. 
northeast of the intersection of Wolf Road (or ap -
proximately 1750 ft. N. and 1440 ft. E. of the S. W. 
corner of Section 8, T. 35 N., R. 12 E.). The e l e -
vation of the ground surface is 724i ft. The well 
is 8 in. in diameter and terminates in water bea r -
ing limestone. 
The village minutes of Sept. 29, 1920 recorded 
a water level of 67 ft. below the ground surface 
when the well was drilled. On Sept. 29, 1922 the 
water level, after 16 hr . of idle t ime, was 67 ft. 
below the pump house floor and was lowered a 
little over a foot when pumped for 3 hr . at 57 
gpm. 
The following pump installation was made in 
Jan. 1945: 150 ft. of 4 1/2-in. column pipe; 6-in., 
15-stage Deming turbine pump, T 5929, rated at a 
capacity of 100 gpm. against 247 ft. of head; 150 
ft. of air l ine; 10 ft. of suction pipe and strainer; 
10-hp. U. S. electr ic motor. The depth to water 
below the pump base was 60 ft. when the pump was 
installed. 
Analysis of a sample (Lab. No. 107,915), col-
lected Oct. 10, 1946 after 15-min. pumping at 100 
gpm., showed this water to have a hardness of 
28.6 gr. per gal., a residue of 567 ppm., and an 
. MOKENA 
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iron content of 1.5 ppm. 
This well has furnished the entire public wa-
ter supply since 1920 and the estimated average 
pumpage is 33,000 gpd. 
The water is not treated. 
The Mokena Wall Paper Co. (formerly the plant 
of the Bowman Dairy Co. and later the Mitchell 
Brewing Co.) has 2 wells located on their proper-
ty. 
One well was drilled in 1911. It is located 
about 500 ft. north and 200 ft. west of the south-
east corner of Section 7). The well was drilled 
to a depth of 360 ft., terminating-in limestone, and 
was cased with 8-in. pipe to limestone at a depth 
of about 90 to 100 ft. A water level of 60 ft. be -
low the floor was reported in Dec. 1921 when the 
pump was pulled. 
In 1921 and 1922 the well supplied a demand of 
30,000 to 40,000 gpd. when operated by the dairy 
company. On July 30, 1943 it was reported that 
the well was equipped with a Fairbanks-Morse 5-
hp. jet pump having a setting of 73 ft. A non-
pumping water level of 59 ft. was observed. A 
test run of several hours averaged a production 
of 40 gpm. 
Water used for boilers is t reated. All water 
used for drinking and sanitation purposes is sup-
plied by the village of Mokena. 
A smaller well, drilled in 1904, is located 
about 50 ft. northeast of the large well. It is 6 in. 
in diameter and 175 ft. deep terminating in l ime-
stone. A production of 23 gpm. and a non-pumping 
water level of 60 ft. below the surface was r e -
ported in 1922. 
The well has been abandoned and is now cov-
ered with a concrete floor. 
LABORATORY NO. 107,915 
Illinois State Water Survey - Bulletin No. 40 
The city of Momence (2425) installed a pub-
lic water supply in 1895. 
Water was obtained from 2 wells drilled 5 ft. 
and 35 ft. south of the pumping station which is 
located about 200 ft. east of the Chicago & Eas t -
ern Illinois R. R. and 100 ft. north of the Kankakee 
River (or approximately 250 ft. N. and 2400 ft. E. 
of the S. W. corner of Section 18, T. 31 N., R. 14 
E.). 
Pr ior to 1913 two additional wells were drilled. 
One well was located 70 ft. west, and the other, 
200 ft. north of the pump/station. 
These wells a re reported to be 10 in. in dia-
meter and range from 85 to 135 ft. in depth be-
low a ground surface elevation of 622± ft. 
Water was pumped from the 2 original wells 
by 2 steam-powered duplex pumps; but when the 
other wells were drilled, all 4 wells were con-
nected to a common suction header, and a 10-in. 
by 10-in. Gould triplex pump, rated at 330 gpm. 
was installed. Power was furnished by an e lec-
t r ic motor. 
The non-pumping water level in 1913 was r e -
ported to be between 12 and 20 ft. In 1913 the 
rate of production was about 300 gpm.; and in 
1923 it was about 230 gpm. In 1947 it was r e -
ported that these wells and pump were available 
for service, but were seldom used. 
In June 1947 the Gould triplex pump was re-
paired, and some new suction lines were installed 
and connected to 3 of the 4 wells. 
The non-pumping water level in Well No. 3 
was 15 ft., and after 15-min. pumping from the 
3 wells at a ra te of 195 gpm. the drawdown was 
1 1/2 ft. 
Well No. 1, nearest the r iver , is 137 ft. deep 
and is cased with 10-in. pipe. This well was 
temporari ly equipped with a Fairbanks-Morse 
turbine pump, rated at 400 gpm. and having a to -
tal setting of 130 ft. to the bottom of the suction 
pipe. When pumping at a rate of 95 gpm. with the-
above unit the pump broke suction in 50 seconds. 
When the pump in Well No. 1 was operating at 
a rate of 95 gpm., the water level in Well No. 2, 30 
ft. north, was lowered 7 ft. 
Well No. 5 was drilled in 1936 by W.L. Thorne, 
Des Plaines , at a location about 12 ft. northwest 
of the northeast corner of the pumping station. 
MOMENCE 
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This well was drilled to a depth of 575 ft. 
Sample-study log of Well No. 5 furnished by the 
State Geological Survey: 
The hole and casing record is shown in Table 
1. 
TABLE 1 
Hole Record 
15-in. from surface to 60 ft. 
12-in. from 60 to 231 ft. 
10-in. from 231 to 575 ft. 
Casing Record 
12-in. id. casing from surface to 62 1/2 ft. 
10-in. id. liner from 177 to 231 ft. 
When the well was completed, the water level 
was reported to be 20 ft. The yield was only about 
150 gpm., so it was capped and not used. 
In 1947 the pump assembly which was first in-
stalled in Well No. 1 was temporari ly installed in 
this well as follows: 110 ft. of 6-in. id. column 
pipe; 10-in., 7-stage Fairbanks-Morse turbine 
pump having an overall length of 5 ft. 6 in. and a 
rated capacity of 400 gpm. against 230 ft. of head; 
15 ft. of 6-in. id. suction pipe; 130 ft. of 1/4-in. 
gi. air line; 30-hp. General Electric motor. 
On Aug. 31, 1947 when pumping at a ra te of 
95 gpm. with the above unit the pump broke suc-
tion in 55 seconds. 
Well No. 6 was drilled in 1936by W.L. Thorne 
and is located on the north bank of the Kankakee 
River about 110 ft. south of River St. and 40 ft. 
east of Pine St. (or approximately 850 ft. S. and 
300 ft. W.of the N. E. corner of Section 24, T. 31 
2 - Momence 
N., R. 13 E.) . Th i s wel l was d r i l l e d to a depth of 
125 ft. be low a ground su r face e leva t ion of 620± 
ft. 
The wel l was c a s e d to a depth of 20 ft. with 
12-in. p ipe . When comple t ed , the w a t e r l eve l 
was 8 ft. be low the ground s u r f a c e , and the wel l 
p roduced about 600 g p m . 
The ex i s t ing p u m p ins t a l l a t ion , m a d e in 1936, 
i s : 60 ft. of 8- in . co lumn p ipe ; 10- in . , 5 - s t age 
P o m o n a tu rb ine pump , No. N3382, r a t e d a t 500 
gpm. aga ins t 160 ft. of head; o v e r a l l length of 
the pump is 4 ft.; 10-ft. of 7 - in . suct ion pipe and 
s t r a i n e r ; no a i r l ine ; 30 -hp . G e n e r a l E l e c t r i c 
m o t o r , No. 5381066. 
B e c a u s e of the d i s t ance to the pumping s t a -
t ion, th is wel l was used only as an e m e r g e n c y 
supply for s e v e r a l y e a r s . When the p roduc t ion of 
of the old w e l l s d e c r e a s e d , t h i s we l l b e c a m e the 
m a i n s o u r c e of supply . 
On June 27, 1947 the non-pumping w a t e r l eve l 
was r e p o r t e d to be 2 ft. below the p u m p base and 
3 or 4 ft. above the Kankakee River wa te r l e v e l . 
After 5 - h r . pumping at an e s t i m a t e d r a t e of 450 
gpm. , the drawdown was 46 ft. I t was r e p o r t e d 
that about a month e a r l i e r when the r i v e r s tage 
was about 2 ft. h i g h e r , the wel l had flowed when 
not pumping . 
Since Sept . 1, 1947, Well No. 6 h a s been the 
s o u r c e of the e n t i r e public supply . 
Analys is of a s a m p l e (Lab . No. 112,720) c o l -
lec ted Nov. 29, 1947 af ter 3 0 - m i n . pumping at 
400 gpm. showed th i s w a t e r to have a h a r d n e s s of 
17.5 g r . pe r ga l . , a r e s i d u e of 362 p p m . , and a 
t r a c e of i r o n content . 
Well No . 7 was comple ted about Oct . 15, 1947 
by John Bol l ige r & Sons , F a i r b u r y , at a loca t ion 
about 40 ft. no r th of the r i v e r channe l and 90 ft. 
e a s t of Well No. 6 , and is r e p o r t e d s i m i l a r in 
c o n s t r u c t i o n to Well No. 6. 
The ex is t ing pump i n s t a l l a t i o n , m a d e in Nov. 
1947, i s : 110 ft. of 6 - in . id. co lumn p ipe ; 10- in . , 7-
s tage F a i r b a n k s - M o r s e t u rb ine pump, No. A F 
46822, having a r a t e d capac i ty of 400 gpm. a g a i n s t 
a head of 230 ft.; the o v e r a l l length of the pump is 
5 ft. 6 in . ; 15 ft. of 6- in . id . suc t ion pipe and gi . 
s t r a i n e r ; 130 ft. of 1/4-in. g i . a i r l ine ; 3 0 - h p . 
G e n e r a l E l e c t r i c m o t o r . 
I t i s r e p o r t e d tha t the wel l p roduced 650 gpm. 
when t e s t e d by pumping to the r i v e r . Well No . 6 
was r e p o r t e d idle dur ing th i s t e s t . 
On Nov. 29, 1947, the non-pumping w a t e r l eve l 
w a s 27 ft. be low the pump b a s e in Well No . 7 af ter 
5 - h r . pumping in Well No. 6. 
In Dec . 1947 the wel l had not been p laced in 
s e r v i c e . 
P u m p a g e in 1947 was e s t i m a t e d to a v e r a g e 
400,000 gpd. 
All w a t e r for the public supply i s c h l o r i n a t e d . 
In a l e t t e r f rom F l o r e n c e A s t l e , Ci ty C l e r k , 
da ted Aug. 28, 1948, i t was s ta ted that " W e l l s 
No. 1, 2, 3, 4, and 5 have b e e n abandoned. All 
wa te r is pumped f rom Wel ls No. 6 and 7 and 
t h e s e we l l s w e r e r e c e n t l y n u m b e r e d No. 1 and No. 
2 . " 
LABORATORY NO. 112,720 
I l l ino i s State W a t e r Survey - Bul le t in No. 40 
The s y s t e m of w a t e r w o r k s at Monee (427) is 
owned and ope ra t ed by the v i l l age and was i n -
s ta l l ed in 1897. 
The in i t i a l w a t e r supply was obtained f r o m a 
wel l loca ted about 80 ft. e a s t of E a s t St. and 210 
ft. south of Main St. (or a p p r o x i m a t e l y 2030 ft. 
N. and 2510 ft. E. of the S. W. c o r n e r of Sect ion 
2 1 , T. 34 N. , R. 13 E.) on ground having a s u r -
face e l eva t ion of 805± ft. 
Well No. 1 , the o r i g i n a l wel l , was d r i l l e d in 
1897 to a depth of 166 ft. and w a s c a s e d with 6-
in . pipe to r o c k at a depth of 90 ft. When c o m -
p le t ed , the wel l was t e s t e d for 3 days at a r a t e 
of 60 gpm. without lower ing the w a t e r l eve l . 
A w a t e r l e v e l of 70 ft. be low the pump b a s e 
was r e c o r d e d in 1935 when the pump was pul led 
for r e p a i r s . 
T h i s we l l h a s not been in s e r v i c e s ince 1942. 
The following pumping equ ipment was pul led for 
r e p a i r s dur ing the l a t t e r p a r t of Sept . 1946 and 
w a s to be r e - i n s t a l l e d as a s tandby pumping uni t : 
85 ft. of 4 - i n . d r o p pipe; a Gould s ing l e - ac t i ng 
p lunger pump having a 4 1/2- in . d i a m e t e r c y l -
inde r and 16- in . s t r o k e ; 25 ft. of suct ion p ipe . 
Th i s uni t was o p e r a t e d at a speed of 35 s p m . and 
had a d i s p l a c e m e n t of 35 g p m . 
On Oc t . 4 , 1946, the m e a s u r e d depth of the 
wel l w a s 157 ft. The d i s t ance to wa te r was 73 ft. 
below the pump b a s e when Well No. 2 was idle 
and was l owered 2 ft. when the pump in Well No. 
2 w a s d i s cha rg ing 140 gpm. 
Well No. 2, loca ted about 30 ft. e a s t of Well 
No. 1, w a s d r i l l ed in 1913 to a depth of 169 ft. and 
was c a s e d with 10- in . pipe to r o c k at a depth of 
90 ft. When the wel l was c o m p l e t e d , wa te r was 
pumped into it at a r a t e of 50 gpm. , but the wel l 
f i l led in a few h o u r s . 
A non-pumping w a t e r l eve l of 75 ft. below the 
su r f ace w a s r e p o r t e d on June 29 , 1915. The p u m p 
ins t a l l a t i on in s e r v i c e on Oct . 8, 1946 c o n s i s t e d of: 
95 ft. of 7 - in . d rop p ipe; a Keys tone D r i l l e r C o . 
doub le - ac t i ng p lunger pump having a 6 3/4- in . d i -
a m e t e r cy l inde r and 18- in . s t r o k e ; 25 ft. of 7- in . 
suc t ion p ipe; 15-hp. G e n e r a l E l e c t r i c m o t o r . I t 
was o p e r a t e d at a r a t e of 32 s p m . and had a d i s -
p laceme nt of 140 gpm. 
T h i s wel l i s now used as the sole s o u r c e of 
the publ ic w a t e r supply, and the a v e r a g e pumpage 
i s e s t i m a t e d to be 20,000 gpd. 
MONEE 
Will County 
Nov. 4 , 1946 
Ana lys i s of a s a m p l e (Lab . No. 107,911) c o l -
lec ted Oct . 8, 1946 af ter 1-hr . pumping at 128 
g p m . showed t h i s w a t e r to have a to ta l h a r d n e s s 
of 35.8 g r . p e r g a l . , a r e s i d u e of 776 p p m . , and 
an i r o n content of 0.5 p p m . 
A 9-ft. d i a m e t e r zeo l i t e softening uni t , S e r i a l 
No. 14282, having a r a t e d softening capac i ty of 
250 g p m . , w a s i n s t a l l e d on Aug. 28 , 1939. 
A n a l y s i s of a s a m p l e of the t r e a t e d w a t e r (Lab . 
No . 108,816) co l lec ted Oct . 8, 1946, showed the 
w a t e r to have a to ta l h a r d n e s s of 2.3 g r . p e r ga l . , 
and a to t a l m i n e r a l content of 852 p p m . 
The Ca rdox C o r p o r a t i o n plant i s l oca t ed about 
1.9 m i l e s n o r t h e a s t of Monee on the e a s t s ide of 
the I l l ino is C e n t r a l R a i l r o a d and oppos i te the i n -
t e r s e c t i o n of h ighway r o u t e s 50 and 54. 
T h r e e l i m e s t o n e we l l s have b e e n d r i l l ed a t 
t h i s p lan t . 
The f i r s t we l l w a s d r i l l e d to a depth of 190 ft. 
By T h o s . K r a m e r & Sons, H a r v e y , in Nov. and D e c . 
1941 . I t was c a s e d with 8- in . pipe f r o m the s u r -
face to a depth of 123 ft. below which the hole was 
8 in . in d i a m e t e r to the b o t t o m . 
Th i s wel l s e r v e s the a s s e m b l y plant and f u r -
n i s h e s w a t e r for dr inking and s a n i t a r y p u r p o s e s . 
A t e m p o r a r y pump in s t a l l a t i on i s in s e r v i c e which 
is to be r e p l a c e d with a t u r b i n e p u m p having a 
r a t e d capac i ty of 100 gpm. and powered by a 10 -
hp . e l e c t r i c m o t o r . 
S a m p l e - s t u d y log of wel l d r i l l e d in 1945 fu rn i shed 
by the State Geo log ica l Survey : 
A second wel l was d r i l l e d by J . P . Mi l l e r 
2 - Monee 
A r t e s i a n Well C o . , Brookf ie ld , i n F e b . and A p r . 
1945. I t is loca ted about 500 ft. n o r t h of the o r i -
g ina l w e l l . I t i s 408 ft. deep and i s c a s e d with 
2 0 - i n . o d . pipe f r o m the su r face to a depth of 78 ft. 
and with 18-in. od. pipe f r o m the su r f ace to a 
depth of 131 ft. Below the c a s i n g , the hole was 
17 1/4 in . in d i a m e t e r to the b o t t o m . 
A p roduc t ion t e s t of 6 - h r . d u r a t i o n was c o n -
ducted on May 8, 1945 af te r comple t ion of. the 
we l l . At the end of the pumping p e r i o d , a p r o d u c -
t ion of 195 g p m . aga ins t a d i s c h a r g e head of 130 
ft. was obtained with a d rawdown of 43 ft. be low a 
non-pumping w a t e r l eve l of 59 ft. be low the pump 
b a s e . 
The following pump in s t a l l a t i on , m a d e in May 
1946, is in s e r v i c e : 340 ft. of 8 - in . co lumn p ipe ; 
10- in . , 13 - s t age P e e r l e s s t u r b i n e pump r a t e d a t a 
c apac i t y of 500 g p m . aga ins t 500 ft. of head ; 340 
ft. of a i r l ine ; 30 ft. of 8- in . suct ion p ipe ; 75 -hp . 
U. S . e l e c t r i c m o t o r . 
Water l eve l s below the pump b a s e , o b s e r v e d 
on May 2, 1946, w e r e : a w a t e r l eve l of 130 ft. 
af ter a long idle pe r iod and a pumping l eve l of 190 
ft. when pumping at 300 gpm. a g a i n s t 220 pounds 
p r e s s u r e . 
A t h i rd wel l was d r i l l e d by the J . P . Mi l l e r 
A r t e s i a n Well C o . in May and June 1946 to a r e -
po r t ed depth of 196 ft. It was c a s e d with 14- in . 
od. p ipe f r o m the su r face to a depth of 116 ft. be-
low which the hole was 11 1/8 in . in d i a m e t e r . 
Th i s wel l was planned t o s e r v e a s an e m e r -
gency supply uni t and was not equipped for p u m p -
ing on Oc t . 24 , 1946. 
LABORATORY NO. 107,911 
I l l inois Sta te Water Survey - Bul le t in No. 40 
The public w a t e r supply for the ci ty of Mon-
m o u t h (9096) w a s s t a r t e d in 1886 with the c o n -
s t ruc t i on of a we l l on a c i ty -owned lot at the 
n o r t h w e s t c o r n e r of E a s t Cl inton and Nor th Sixth 
St . 
The wel l was c a s e d as fol lows: 9 - in . pipe 
f r o m su r f ace to 70 1/2 ft.; 6 - in . pipe f r o m 70 1/2 
to 147 ft.: and 5- in . pipe f r o m 147 to 893 ft. 
The e leva t ion of the ground su r f ace is 740± ft. 
The a i r l ine in the wel l was 460 ft. long, and 
the non-pumping w a t e r l eve l was r e p o r t e d in 189.6 
to be 60 ft. be low the ground s u r f a c e . In 1921 
the a i r l ine was extended 20 ft. 9 in . 
A second wel l was d r i l l ed in 1891 to a depth 
of 1222 ft. and c a s e d with 10- in . pipe to a depth 
of 418 ft. In 1923 the wel l was r e c a s e d with 600 
ft. of 6 - in . p ipe . T h i s wel l was loca ted in the 
s a m e bui lding and about 32 ft. south and 28 ft. e a s t 
of the f i r s t w e l l . The a i r l ine was 550 ft. long. 
A n a l y s i s of a s amp le ( L a b . No . 38284), c o l -
l ec ted Oct . 13, 1917, showed th i s w a t e r had a 
h a r d n e s s of 26.8 g r . pe r ga l . , a m i n e r a l content 
of 1685, and an i r o n content of 0.1 ppm. 
A t h i r d we 11 was d r i l l ed in 1899 to a depth of 
1222ft . and loca ted about 112 ft. south and 160 ft. 
e a s t o f the second w e l l . T h i s wel l w a s r e c a s e d 
about 1915 by sea l ing a 6- in . w a t e r d i s c h a r g e p i p e , 
678 ft. long, to the su r round ing r o c k . In 1921 the 
a i r l ine w a s r e p o r t e d to be 558 ft. long . 
In 1900 the 3 w e l l s w e r e connected to a c e n t r a l 
shaft , 10 ft. in d i a m e t e r by 185 ft. deep , with 1 
p u m p p laced ove r the shaft . At t h e 185-ft. l eve l , 
t unne l s w e r e m a d e to each of the w e l l s ; and within 
the t unne l s , a s y s t e m of p ipe s connected the we l l s 
and the p u m p . In 1906 af te r m a n y diff icul t ies 
c a u s e d by b r e a k a g e o f the pump r o d s , the s y s t e m 
w a s r e p l a c e d by a i r lift equ ipmen t . In 1921 the 
two 1222-f t . w e l l s w e r e p r o d u c i n g . The a v e r a g e 
consumpt ion in 1912 was e s t i m a t e d to be 450,000 
gpd. At the s a m e t i m e the non-pumping wa te r 
l eve l w a s 85 ft. be low the g round s u r f a c e . In 
1910 dur ing a t e s t of No. 2 we l l , t he pumping l e -
ve l was r e p o r t e d a t 210 ft. be low the su r f ace when 
pumping at a r a t e of 22,000 ga l . pe r h r . or 370 
g p m . 
O p e r a t i o n of the 3 we l l s w a s d iscont inued in 
A p r . 1925 upon comple t ion of a new we l l d r i l l e d by 
S. B. G e i g e r , Ch icago , in 1924. The loca t ion of 
the wel l w a s on a new s i te about 4000 ft. south-
w e s t o f t h e o r i g i n a l pumping s t a t ion (or a p p r o x i -
MONMOUTH 
W a r r e n County 
Oct . 25 , 1946 
ma te ly 25 ft. N. and 245 ft. E. of the S. W. c o r n e r 
of Sect ion 29 , T. 11 N . , R. 2 W.) . 
This wel l i s known as the Wes t Wel l , and i s 
loca ted in the southwest c o r n e r of the pumping 
s t a t ion bui ld ing , which was c o n s t r u c t e d in 1925. 
The wel l w a s d r i l l ed to a depth of 2445 ft. 
The o r ig ina l pump ins t a l l a t ion w a s a n A m e r i -
can Well Works deep -we l l t u r b i n e , but t h i s was 
r e m o v e d and a Byron J a c k s o n d e e p - w e l l t u rb ine 
i n s t a l l ed in 1927, which was r e m o v e d , r e b u i l t , 
and r e - i n s t a l l e d Oct . 1 , 1939. At tha t t i m e the 
following a s s e m b l y was i n s t a l l e d and i s now in 
s e r v i c e : 246 ft. of 10- in . c o l u m n pipe; 14- in . , 8-
s tage B y ro n J a c k s o n tu rb ine p u m p , No. 99057, 
r a t e d at 940 gpm. aga ins t 230 ft. of head at 1170 
r p m . ; the o v e r a l l length of the pump is 10 ft.; 
246 ft. of copper tube a i r l ine ; 24 ft. of 10-in. 
suc t ion pipe with 6 ft. of s t r a i n e r ; 75 -hp . G e n -
e r a l E l e c t r i c m o t o r . 
Ana lys i s of a s amp le (Lab . No. 108,093), c o l -
lec ted Oct . 25 , 1946 after 1-hr . pumping , showed 
' t h i s w a t e r to have a h a r d n e s s of 16.4 g r . p e r g a l . , 
a m i n e r a l con ten t of 978 p p m . , and an i r o n content 
of 1.2 p p m . 
In 1926, S. B. Ge iger d r i l l e d a second we l l , 
known as the E a s t Wel l , and loca t ed in the south-
e a s t c o r n e r of the pumping s ta t ion building about 
30 ft. e a s t of the Wes t we l l . T h e wel l is 2445 ft. 
deep and i s r e p o r t e d to be c a s e d a s follows: 2 4 -
in . d r i v e pipe f r o m 0 to 85 ft.; 19- in . od. c a s t 
i r o n p ipe f r o m 0 to 485 ft . ; 14- in . od. copper 
b e a r i n g ca s ing f r o m 443 1/2 to 1044 ft.; 10- in . 
id . l i ne r f r o m 1225 to 1285 ft. 
The e l eva t i on of the top of the pump foundation 
is 768.63 ft. 
The o r i g i n a l pump i n s t a l l a t i o n in the E a s t 
Well w a s a n A m e r i c a n Well w o r k s d e e p - w e l l t u r -
b i n e , but w a s l a t e r r e p l a c e d and the following 
p u m p a s s e m b l y i s in p l a c e : 250 ft. o f 8 - in . c o l -
u m n pipe; 14- in . , 7 - s t age A. D. Cook tu rb ine pump 
r a t e d at 850 gpm. aga ins t 261 ft. of head at 1160 
r p m . ; the o v e r a l l l ength of the pump is 6 ft. 10 
in . ; 250 ft. of a i r l ine ; 30 ft. of 8 - in . suc t ion p ipe; 
7 5 - h p . , 1 1 7 0 - r p m . G e n e r a l E l e c t r i c m o t o r . O n 
May 14, 1949 i t w a s r e p o r t e d t h a t 20 ft. of c o l -
u m n pipe would be added , which would m a k e the 
length of co lumn pipe 270 ft. 
N o r e m a r k s w e r e inc luded i n the w a t e r l eve l 
r e p o r t s as to condi t ions of pumping or n o n -
pumping in West Wel l . On May 14, 1949, John E. 
l e s s e n , Wate r Supt . r e p o r t e d t h a t , wi th the p u m p 
2 - Monmouth 
out, the water level was 234 ft. below the pump 
station floor. 
Analysis of a sample (Lab. No. 108,092), col-
lected Oct. 25, 1946 after 5-hr. pumping, showed 
this water to have a hardness of 16.3 gr. per gal., 
a residue of 1018 ppm., and an iron content of 
0.2 ppm. 
The water is chlorinated but not treated other-
wise. 
In Oct. 1946 the pumps were operated a l t e r -
nately for a total pumping period of 15 or 16 hr . 
daily. The pumpage was estimated at 600,000 
gpd. 
Water levels (Table 1) have been reported in 
the East Well with distances to water in feet be-
low the pump base: 
TABLE 1 
Water Levels 
Sample-study log of the West Well furnished by the State Geological Survey: 
Monmouth - 3 
LABORATORY NO. 108,092 
I l l ino i s Sta te Wate r Su rvey - Bul le t in No. 40 
The v i l lage of M o n t g o m e r y (607) ins t a l l ed a 
publ ic w a t e r supply in 1928. 
Wate r is obta ined f r o m a wel l d r i l l e d to a 
depth of 175 ft. by B. L. P a l m e r & Sons , A u r o r a , 
and loca ted about 35 ft. south of Clay St . and 70 
ft. e a s t of South R a i l r o a d St . (or a p p r o x i m a t e l y 
1850 ft. N. and 1450 ft. W. of the S. E. c o r n e r of 
Sec t ion 32 , T. 38 N . , R. 8 E . ) . T h e e leva t ion of 
the ground su r face is 642± ft. 
S a m p l e - s t u d y log of we l l d r i l l e d in 1928 fu rn i shed 
by the State Geologica l Survey: 
The wel l was c a s e d with 10- in . pipe f r o m the 
su r f ace to a depth of 34 ft . , and with 8 - in . pipe 
f r o m the su r face to a depth of 85 ft. Be tween the 
dep ths of 40 and 45 ft. the cas ing was p e r f o r a t e d , 
oppos i te w a t e r - b e a r i n g c r e v i c e s . Below 85 ft. 
the hole w a s f inished 8 in . in d i a m e t e r . 
Dur ing a 6 - h r . t e s t , a f ter comple t ion of the 
we l l , the p roduc t ion was 100 g p m . with a d r a w -
down of l e s s than 5 ft. On May 8, 1928 the n o n -
pumping wa te r l eve l was 24 ft. below the floor 
and when pumping a t 100 g p m . , the d rawdown w a s 
10 ft. On Aug. 8, 1947, the w a t e r l eve l was 54 ft. 
a f te r a 4 - h r . idle pe r iod and af ter 5 - h r . pumping 
at 100 g p m . , the drawdown w a s 10 ft . 
MONTGOMERY 
Kane County 
Sept . 4, 1947 
The ex i s t ing pump in s t a l l a t i on , m a d e in M a r . 
1946, i s : 70 ft. of 4 - in . co lumn p ipe ; 6 - i n . , 1 7 -
s tage A u r o r a P u m p Co . tu rb ine p u m p , No. 28303, 
having a r a t e d capac i ty of 100 gpm. aga in s t 220 
ft. of head; the o v e r a l l length of the pump is 6 ft. 
2 in . ; 10 ft. of 4 - in . suct ion p ipe ; 90 ft. of 1/4-in. 
g i . a i r l i ne ; 10-hp . U . S . e l e c t r i c m o t o r . 
Ana lys i s of a s a m p l e (Lab . No. 111,417), c o l -
l ec t ed Aug. 8, 1947 af te r 5 - h r . pumping at 100 
gpm. , showed th i s w a t e r to have a h a r d n e s s of 
13.5 g r . pe r g a l . , a r e s i d u e of 5.38 p p m . , and an 
i r o n content of 0.3 p p m . 
In Jan . 1946 the v i l lage l e a s e d the s i te and 
wel l loca ted at the no r thwes t c o r n e r of Mil l and 
P e a r l St. (or a p p r o x i m a t e l y 2550 ft. N. and 550 ft. 
W.of the S. E. c o r n e r of Sec t ion 32) for a p e r i o d 
of 3 y e a r s with the option to buy. Th i s wel l was 
o r ig ina l l y owned and o p e r a t e d by Hinckley and 
Schmi t t who sold the wate r as m a g n e s i a sp r ing 
w a t e r . 
T h i s wel l i s r e p o r t e d to be 125 ft. deep and l o -
ca ted in a pit about 4 ft. be low a ground su r face 
e leva t ion of 630± ft. I t is c a s e d with 4 - i n . pipe at 
the top . 
In F e b . , 1946 the v i l lage i n s t a l l ed a B e r k e l e y 
p u m p , Model 5 , S e r i a l N o . A 5087, o p e r a t e d at a 
speed of 3450 r p m . and a 5 -hp . G e n e r a l E l e c t r i c 
m o t o r . At tha t t i m e the non-pumping wa te r l eve l 
was 7 ft. be low the -ground s u r f a c e . The wel l is 
ope ra t ed as an a u x i l i a r y supply uni t . 
Ana lys i s of a s a m p l e (Lab . No. 111,418), c o l -
lec ted Aug. 8, 1947 af ter 1 5 - m i n . pumping at an 
e s t i m a t e d r a t e of 70 g p m . , showed t h i s w a t e r to 
have a h a r d n e s s of 27.4 g r . p e r g a l . , a r e s i d u e of 
577 p p m . , and no i r o n conten t . 
The a v e r a g e combined pumpage for the publ ic 
supply i s e s t i m a t e d to be 30,000 gpd. 
LABORATORY NO. 111,417 
2 - Montgomery 
LABORATORY NO. 111,418 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
city of Monticello (2523) in 1892. 
Until 1916, water was obtained from 3 wells 
drilled at different t imes since 1892. A 6-in. 
well was 309 ft. deep and the other 2 wells were 
212 ft. deep and 8-in. and 10-in. diameter. The 
wells were located at the pumping station on 
Hamilton St. just north of the Illinois Central 
R. R. (or approximately 650 ft. N. and 1350 ft. 
E. of the S. W. corner of Section 7, T. 18 N., R. 
6 E.) . The ground elevation is 672± ft. 
In 1912 the static water level in the wells was 
25 ft. below the surface. The 309-ft. well was 
abandoned in 1922 and the 8-in. well several years 
la ter . 
The old 10 -in. well, reported to be 194 ft. deep, 
is still available for service, but has not been in 
use since 1935. The air compressor and 4-cyl-
inder gasoline engine are in place at the well. 
The public supply is now obtained from Wells 
No. 1 and No. 2. 
Well No. 1 was drilled in 1916 to a depth of 
209 ft. and located at the pumping station 45 ft. 
south of the old wells. 
Sample-study log of Well No. 1 furnished by the 
State Geological Survey: 
In July 1922 the non-pumping water level was 
28 ft. In June 1927, Well No. 1 and the old 10-in. 
well were reported to be yielding 350 gpm. each. 
Well No. 1 is equipped with: 100 ft. of 6-in. 
column pipe; 10-in., 6-stage Worthington turbine 
pump, No. 920037, rated at 350 gpm. against 120 
ft. of head at 1750 rpm.; the overall length of the 
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pump is 6ft. 4 1/2 in.; 10 ft. of 6-in. suction pipe; 
25-hp. General Electric motor. 
Analysis of a sample (Lab. No. 115,726) col-
lected Sept. 2, 1948 after 1 1/2-hr. pumping at 
400 gpm., showed the water from Well No. 1 to 
have a hardness of 14.6 gr. per gal., a residue of 
341 ppm., and an iron content of 1.7 ppm. Me-
thane gas is present in the water in a concentra-
tion of 1.0 cu. ft. per 1000 gal. 
All water is aerated, filtered and softened. 
Analysis of a sample (Lab. No. 115,784) collected 
Sept. 2, 1948 showed the treated water to have a 
hardness of 3.9 gr. per gal., a mineral content of 
322 ppm., and an iron content of 0.07 ppm. 
Well No. 2 was drilled in 1927 to a depth of 212 
ft. by Mike Ebert , Washington, and located 60 ft. 
north and 15 ft. west of Well No. 1. The well was 
cased with 12-in. pipe to 196 ft. and with a 20-ft. 
Cook screen having 16 ft. exposed length. 
The pumping equipment is identical with that 
in Well No. 1. The pump is a Worthington tu r -
bine, No. 920,036, with same rating as the pump 
in Well No. 1. The electric motor is also identi-
cal. 
When Well No. 2 was completed, the non-
pumping water level was 27 ft. below the pump 
base. Well No. 1 and the old 10-in. well were in 
use at the time. With those wells still in use, wa-
ter was pumped from Well No. 2 for 8 hr . at a 
rate of 750 gpm. Then, within 10 minutes after 
stopping the No. 2 pump the water level in Well 
No. 2 returned to 27 1/2 ft. 
In Apr. 1938 the non-pumping water level was 
30 ft. and the pumping water level was 50 ft. 
In 1942, the pumps in Wells No. 1 and 2 were 
pulled and overhauled. At that time the depth of 
water measured 27 ft. below the pump base. 
The pumps in Wells No. 1 and No. 2 are op-
erated simultaneously at a discharge rate of 400 
gpm. for each pump. On Sept. 2, 1948, after a 
3-hr. non-pumping period in both wells, the a l t i -
tude gauge reading was 88 1/2 ft. and after 1 1/2 
hr . pumping from both wells the drawdown in 
Well No. 1 was 39 ft. 
Pumpage is estimated to average 400,000 gpd. 
2 - Mont ice l lo 
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LABORATORY NO. 115,784 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the city 
of Morris (6145) in 1894. 
Well No. 1 was drilled in 1894 to a depth of 650 
ft. and located at the southwest corner of Wau-
ponsee and Main St. The well has not been used 
since 1939. All available physical and chemical 
data, prior to 1941, may be found in Bulletin No. 
34. The pump has been removed, and the well is 
sealed. It is now covered by the concrete floor 
of the work shop. 
Well No. 2 was drilled about 1902 by A. K. 
Wallen, Morr is , to a depth of 728 ft. and located 
about 30 ft. west of Well No. 1. The well has not 
been used since 1938. The pump has been r e -
moved, and the well is sealed. It is covered by the 
concrete floor of the work shop. All available 
physical and chemical data prior to 1941 may be 
found in Bulletin No. 34. 
Well No. 3 was drilled in 1915 by William Ca-
te r , Chicago, to a depth of 720 ft. and was deepened 
to 865 ft. by the Layne Western Co., Chicago, in 
1940-41. It is located 100 ft. north of Well No. 1 
(or approximately 295 ft. N. and 1045 ft. W. of 
the S. E. corner of Section 4, T. 33 N., R. 7 E.). 
All available physical and chemical data prior to 
1941 may be found in Bulletin No. 34. 
In Oct. 1943 the non-pumping water level was 
reported to be 61 ft. below the ground surface 
elevation of 522t ft. The pumping level was 174 
ft. below the surface. 
The water levels below the pump base on Nov. 
12 and 13, 1947, are given in Table 1. 
TABLE 1 
Nov. 12, 1947, after 14 hr . of idle period - 84 ft. 
Nov. 12, 1947, after 2 hr . of idle period following 
9 1/2 hr . of pumping at 550 gpm. 
95 ft. While pumping the water l e -
vel was 185 ft. 
Nov. 13, 1947, after 18 hr . of idle period - 79 ft. 
The existing pump installation, made in Dec. 
1941, i s : 200 ft. of 8-in. column pipe; 12-in., 3-
stage Layne turbine pump, No. 10785, having a 
rated capacity of 550 gpm. against 183 ft. of head; 
the overall length of the pump is 3 ft. 11 in.; 30 ft. 
of 8-in. suction pipe; 210 ft. of 1/4-in. b rass pipe 
air line; 50-hp. U. S. electric motor. 
Analysis of a sample (Lab. No. 112,557) col-
lected Nov. 12, 1947 after 7 1/2-hr. pumping at 
a rate of about 550 gpm. showed this water to have 
a hardness of 17.3 gr . per gal., a residue of 424 
ppm., and an iron content of 0.1 ppm. 
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In Aug. 1944, with a State Water Survey auto-
matic water level recorder in the Gebhard Brew-
ing Co. well, pumping in city Well No. 3 was r e -
flected on the recorder chart, and pumping in city 
Well No. 4 did not show on the recorder chart. 
Well No.4 was drilled in 1938 by Milaeger and 
Smyth, Milwaukee, Wis., and located at the south-
east corner of Washington and Nettle St. about 1000 
ft. west of Well No. 3 (or approximately 55 ft. S. 
and 1800 ft. W. of the N. E. corner of Section 9). 
The elevation of the ground surface is 5 18± ft. 
The hole and casing record is shown in Table 
2. 
TABLE 2 
Hole Record 
19-in. from 0 to 915 ft. 
16-in. from 915 to 1501 ft. 
Casing Record 
19-in. casing from 0 to 90 ft. 
16-in. casing from 0 to 915 ft. 
The original pump, installed in Dec. 1938, 
was pulled and overhauled Sept.-Oct. 1947, and 
the installation now in service is : 170 ft. of 8-in. 
column pipe; 12-in., 3-stage Layne turbine pump, 
No. 9109, all bronze bowls and having a rated ca-
pacity of 700 gpm. against 100 ft. of head; the 
overall length of the pump is 3 ft. 11 in.; 30 ft. of 
8-in. suction pipe; 110ft. of 1/4-in. b ra s s pipe air 
line (defective); 50-hp. U. S. electric motor. 
On Aug. 24-25, 1938 a production test was made 
by J. Albert Robinson, engineer. Before the test 
was started, the water level was about 16 ft. below 
the ground surface; and when pumping at 450 gpm., 
the drawdown was reported to be about 90 ft. On 
Oct. 16, 1943 the non-pumping level was reported 
to be at 30 ft., and the drawdown was 104 ft. On 
Nov. 6, 1945, the water level was 26 ft. 4 in. be -
low the pump base, after the well had been idle 45 
days. 
Analysis of a sample (Lab. No. 112,558), col-
lected Nov. 12, 1947 after 1 1/2-hr. pumping at 
700 gpm. showed this water to have a hardness of 
15.5 gr. per gal., a residue of 411 ppm., and an 
iron content of 1.3 ppm. 
The water from both wells is aerated at the 
reservoir at the plant. 
The metered pumpage from Nov. 1, 1946 to 
Nov. 1, 1947 averaged 619,180 gpd. 
2 - M o r r i s ' 
S a m p l e - s t u d y log of Wel l No. 4 furnished by the State Geological Survey: 
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I l l ino is State Water Survey - Bul le t in No. 40 
The f i r s t public w a t e r supply was i n s t a l l ed by 
the ci ty of M o r r i s o n (3187) p r i o r to 1880. 
Water was f i r s t obta ined f r o m an a r t e s i a n 
we l l , by m e a n s of a deep wel l pump. Th i s supply 
p roved inadequate and in 1881, a sp r ing i s su ing 
f r o m l i m e r o c k , was deve loped , and the o r i g i n a l 
wel l was abandoned. The spr ing i s loca ted approx i -
m a t e l y 1850 ft. N. and 300 ft. E. of the S. W. c o r -
n e r of Sec t ion 18, T. 21 N. , R. 5 E. 
In 1938, the flow was e s t i m a t e d to be 220 gpm. 
The spr ing h a s not b e e n used s ince Aug. 6 , 1948 
at which t i m e 70 to 80 gpm. w a s pumped in 24 h r . 
A n a l y s i s of a s a m p l e (Lab . No. 112,161), c o l -
lec ted Oct . 8 , 1947, showed w a t e r f r o m the sp r ing 
to have a h a r d n e s s of 21.8 g r . pe r ga l . , a r e s i d u e 
of 381 ppm. , and an i r o n content of 0.2 p p m . 
Somet ime af ter 1881, four 6- in . t ubu la r w e l l s , 
f rom 55 ft. to 80 ft. in depth and t e r m i n a t i n g in 
l i m e s t o n e , w e r e d r i l l e d n e a r Rock C r e e k . Due to 
t he i r d i s t ance f r o m the pumping s ta t ion , t h e s e 
w e l l s w e r e not in use in 1919 and w e r e s u b s e -
quent ly abandoned. 
The E a s t Wel l was d r i l l e d in 1897 to a depth 
of 1643 ft. by L. Wilson & Co . , Ch icago , and l o -
ca ted a p p r o x i m a t e l y 1850 ft. N. and 320 ft. E. of 
the S. W. c o r n e r of Sect ion 18. The ground e l e -
vat ion is 670 ± ft. 
The well was d r i l l e d 8- in . in d i a m e t e r a t the 
top and 6 in . in d i a m e t e r at the bo t tom. When 
sounded in 1909, it had filled to about 900 ft. In 
1938, i t was r e a m e d and c leaned by C. W. V a r -
n e r , Dubuque, Iowa, to a depth of 1595 ft. and r e -
po r t ed to be c a s e d as follows: 17- in . pipe f rom 
su r f ace to 21 ft.; 10- in . pipe f r o m su r face to 137 
ft.; 8- in . pipe f rom 137 ft. to 435 ft. 
A d e c r e a s e in yield n e c e s s i t a t e d new r e p a i r s 
by C. W. V a r n e r in 1940. B r i d g e s w e r e found at 
781 ft. and 805 ft. To p reven t future caving , a 6-
i n . l i ne r was se t in 15 or 20 ft. of c e m e n t g rou t , 
f r o m 751 ft. to 815 ft. The well was then c leaned 
to the bo t tom. After the r e p a i r s , a p roduc t ion of 
350 gpm. was r e p o r t e d with a drawdown of 76 ft. 
f r o m a non-pumping leve l of 14 ft. be low ground 
s u r f a c e . 
O r i g i n a l l y , wa te r was pumped with an a i r 
lift. The pump a s s e m b l y , m a d e in Jan . 1941, con -
s i s t ed of 120 ft. of 6- in . co lumn pipe; 8- in . , 7-
s tage P o m o n a tu rb ine p u m p , No. 159 r a t e d at 425 
gpm. aga ins t 136 ft. of head at 1760 r p m . ; 120 ft. 
of a i r l ine; 20 -hp . West inghouse m o t o r . On F e b . 
MORRISON 
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2 , 1949, H a r r y E . T r a u m , Water Supt . , r e p o r t e d 
that the c o l u m n pipe " i s now 200 ft. long; 3 s t a g e s 
added to the pump and a 3 0 - h p . A. O. Smith e l e c -
t r i c m o t o r . We a r e pumping a round 400 gpm. with j 
75 ft. d rawdown f rom a non-pumping leve l of 105 
ft." 
In 1938, analysis of a sample (Lab. No. 84056) 
showed water from the East Well to have a hard-
ness of 20.2 gr. per gal. , a residue of 375.0 ppm., 
and an iron content of 0.4 ppm. 
A ser ies of samples collected on July 12, 
1947 showed the temperature of the water from 
this well to be 60° F. after 40 min. of pumping. 
The West Well was drilled to a depth of 2048 
ft. by H. W. Hambrecht, Sterling, in 1912 and 
located 31 ft. southwest of the East Well (or ap -
proximately 1820 ft. N. and 300 ft. E. of the S. W. 
corner of Section 18). 
The hole and casing record is shown in Table 
1. 
TABLE 1 
Hole Record 
7-in. from 437 to 751 ft. 
6-in. from 916 to 2048 ft. 
Casing Record 
12-in. casing from surface to 112 ft. 
8-in. casing from 112 to 437 ft. 
7-in. liner from 751 to 916 ft. 
In 1914, the well had a natural flow of about 
88 gpm., and, equipped with an air lift with 175 ft. 
3 in. of 2-in. air pipe, yielded an estimated 750 
to 800 gpm. 
In 1938, the non-pumping water level was 
6 1/2 ft. 
In 1947, the non-pumping water level was 50 ft. 
below pump base and the drawdown was 40 ft. 
when pumping at about 400 gpm. 
In 1941, a Pomona turbine pump, No. 160, was 
installed. The pump and assembly were reported 
to be identical with that in the East Well. In Feb. 
1949, Mr. Traum also reported "the West Well is 
now pumping down below the air line. This still 
has 120 ft. of column pipe and air line, with 10 ft. of 
tail pipe and bowl section. The recovery as far 
as we can tell on the air line is very slow. The 
2 - M o r r i s o n 
l a s t check we w e r e s t i l l pumping a round 400 g p m . 
f r o m th i s wel l a l s o , the non-pumping l eve l i s 115 
ft. The drawdown i s below the a i r l i n e . " 
Ana lys i s of a s a m p l e (Lab . No. 112,154), c o l -
lec ted Oct . 8, 1947 after 1-hr. pumping at 400 
g p m . , showed the w a t e r f r o m the West Well to have 
a h a r d n e s s of 17.3 g r . p e r ga l . , a r e s i d u e of 292 
p p m . , and an i r o n content of 0.5 p p m . 
The w a t e r i s not t r e a t e d . 
P u m p a g e i s e s t i m a t e d to a v e r a g e 319,000 
gpd. 
LABORATORY NO. 112,161 
S a m p l e - s t u d y log of the E a s t Well furn ished by the State Geologica l Survey : 
M o r r i s o n - 3 
LABORATORY NO. 112,154 
I l l ino is S ta te Wate r Survey - Bul le t in No. 40 
A public w a t e r supply was in s t a l l ed by the 
v i l l age of M o r r i s o n v i l l e (1206) in 1888. 
Water was obtained o r ig ina l l y f rom a dug 
wel l loca ted a c r o s s f r o m the Wabash R . R . s t a -
t ion, about 200 ft. sou theas t of the cen te r line of 
the t r a c k s . The wel l w a s 16 ft. in d i a m e t e r and 
wal led with b r i c k , with c e m e n t m o r t a r , to a depth 
of 35 ft. A second wel l was dug in 1895 and l o -
ca t ed 45 ft. south and 40 ft. e a s t of the v i l lage ha l l . 
The d i m e n s i o n s of the well w e r e the s a m e as for 
the f i r s t wel l . The ground e leva t ion is 625± ft. 
A th i rd wel l , d r i l l e d to a depth of 100 ft., did not 
p roduce m u c h w a t e r and was abandoned. 
In 1923, the two dug we l l s w e r e in u s e , but 
addi t ional w a t e r was being p u r c h a s e d f rom the 
Southern I l l inois Light and Power Co . , who o p -
e r a t e d the v i l l age -owned wa te r s y s t e m . In 1923, 
the non-pumping w a t e r l eve l in the o lde r dug 
wel l was 18 ft. After 3 - h r . pumping , the d r a w -
down was 7 ft. A 2 1 - h r . idle pe r iod was r e q u i r e d 
for the w a t e r to r e t u r n to i t s s t a r t i ng l eve l . 
Pumpage f rom the dug wel l nea r the s t a t ion was 
about 4000 gpd. The o ther v i l lage wel l was used 
only o c c a s i o n a l l y . On Nov. 30, 1940, t h e r e was 
2 ft. of wa te r in the we l l . 
Ana lys i s of a s ample (Lab . No. 49,726) showed 
the w a t e r f rom the dug we l l s to have a h a r d n e s s 
of 38.5 gr. ga l . , a r e s i d u e of 974 p p m . , and no 
i r o n . 
Ne i the r of the dug we l l s is in s e r v i c e . The 
o lde r wel l is not equipped for pumping but is 
ava i l ab le . On July 26, 1948, the depth to wa te r 
m e a s u r e d 13.6 ft. f r o m the top of the curb (3 ft. 
above ground) . The o ther wel l , n e a r the v i l lage 
ha l l , h a s not been in s e r v i c e for s e v e r a l y e a r s . 
The well is equipped with a M y e r s pump and 5-hp. 
Cen tu ry e l e c t r i c m o t o r . On July 26, 1948 the 
depth to wa te r m e a s u r e d 14 1/2 ft. below the 
c o n c r e t e cap (3 ft. above ground l eve l ) . 
In 1928, the v i l lage p u r c h a s e d the s p r i n g - w e l l 
of the Southern I l l inois Light and Power Co. and 
located about 1 mi le n o r t h w e s t of the v i l lage wel l s 
(or a p p r o x i m a t e l y 1300 ft. S. and 2300 ft. E. of the 
N. W. c o r n e r of S e c t i o n 6 , T. 11 N. , R. 3 W.). The 
wel l was r ebu i l t by the vi l lage in 1934. A b r i c k 
cu rb was cons t ruc t ed with the top at 6 ft. above 
n o r m a l ground level and the bo t tom at 14 ft. be-
low ground l eve l . The su r round ing ground level 
was then r a i s e d to the top of the c u r b . The well 
was 10 ft. in d i a m e t e r and w a t e r en t e r ed at the 
bo t tom of the wel l . 
On June 16, 1938, the wate r level was 8 to 10 
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ft. below the top of the wel l c u r b . When pumping 
in d r y s e a s o n s , the w a t e r l eve l was pul led down to 
n e a r the b o t t o m of the we l l . The capac i ty of the 
wel l b e c a m e cons ide rab ly r e d u c e d about 1935 but 
was r e s t o r e d by loosening the sand in the b o t -
t o m of the we l l . On Jan . 11, 1939, the wate r l eve l 
w a s 17.1 ft. be low the top of the c u r b and the wel l 
was r e p o r t e d to be 17.7 ft. d eep . 
T h i s we l l , ma in t a ined as an e m e r g e n c y supply 
un i t , h a s been out of s e r v i c e s ince F e b . 1948. 
The pumping equ ipment , loca ted in a pi t about 10 
ft. be low ground l eve l , was under 5 ft. of wa te r 
caused by fa i lu re of the sump p u m p . The 5-hp. 
F a i r b a n k s - M o r s e mo to r h a s been r e m o v e d and 
wi l l be r e p l a c e d . The F a i r b a n k s - M o r s e duplex 
p i s ton - type p u m p , No. 279617, r a t e d a t 100 g p m . 
i s s t i l l in p l a c e . On July 26, 1948, the wa te r l e -
ve l was 5 ft. below the top of the wel l opening (5 
ft. above n o r m a l ground leve l ) . The depth of the 
wel l was m e a s u r e d 16.4 ft. The p r e s e n t c apac i t y 
of the wel l is about 40,000 gpd. 
Due to the g rav i ty of the w a t e r supply s i t u a -
t ion , a n e l e c t r i c a l e a r t h r e s i s t i v i t y s u r v e y was 
m a d e by the S ta t e Geologica l Su rvey in F e b . 1939. 
As a r e s u l t in Sept. 1940, two t e s t ho les w e r e 
d r i l l ed to dep ths of 25 and 35 ft. by L. R . B u r t , 
Deca tu r , and loca ted 33 ft. wes t and 90 ft. nor th -
w e s t of the vi l lage dug wel l n e a r the vi l lage ha l l . 
Wate r in su i tab le quant i ty was not e n c o u n t e r e d . 
A t h i r d t e s t hole was d r i l l ed about 40 ft. no r th of 
the v i l lage we l l , with no m o r e favorable r e s u l t s . 
In Nov. 1940, T e s t Hole No. 4 was c o n s t r u c t e d by 
J . M. K e r n s , T a y l o r v i l l e , by set t ing a 24- in . c a s -
ing in the v i l lage dug wel l f r o m 18 to 25 ft. In 
Sept. 1941, T e s t Hole No. 5 was d r i l l e d by J. M. 
K e r n s to a depth of 36 ft. and loca ted about 100 
ft. no r th of T e s t Hole No. 4. Addit ional r e s i s t i v i t y 
s u r v e y s w e r e m a d e in July 1942 and five t e s t 
ho l e s w e r e d r i l l ed by Hayes and S i m s , Champaign . 
Well No. 4 , s o m e t i m e s ca l led T i m m o n ' s Well , 
was comple ted in June 1944 by H a y e s and S ims and 
loca ted 10 ft. no r th of Hayes and S i m s T e s t Hole 
No. 5 (or a p p r o x i m a t e l y 88 ft. N. and 1570 ft. W. 
of the S. E. c o r n e r of Sect ion 8). Th i s is about 
5500 ft. sou theas t of the old v i l lage dug wel l . 
The wel l is 44 ft. deep , below the top of the 
pump b a s e , pene t ra t ing sand and g r ave l f rom 26 
to 39 ft., and is c a s e d with 35 ft. 7 in . of 8- in . id . 
s t ee l pipe f rom 3 ft. 7 in . above ground level to 
32 ft. below ground leve l . A 7 1/2-i'n. od. Johnson 
E v e r d u r s c r e e n , having No. 60 s lo t open ings , was 
se t with the bo t tom at 43 ft. 9 in. 
The pump ins t a l l a t ion , made in F e b . 1947, con-
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s i s t s of 40 ft. of 5 - in . co lumn pipe; 7 - in . , 3 - s t a g e 
A m e r i c a n Well Works tu rb ine pump , No. 73582, 
having an o v e r a l l length of 33 1/2 in . and a r a t e d 
capac i ty of 150 g p m . aga in s t 61 ft. of head; 5-hp . 
e l e c t r i c m o t o r . An unknown length of a i r l ine is 
in p l a c e . 
On June 5, 1944, a p roduc t ion t e s t was m a d e 
by the State Water Survey with t e m p o r a r y pumping 
equ ipmen t . Before pumping , the w a t e r l eve l was 
5 ft. 7 in . below the top of the cas ing and af ter 7-
h r . pumping at 185 gpm. , the d rawdown was 10 ft. 
11 in . T h i r t y m i n . after the t e s t , the w a t e r l eve l 
had r e t u r n e d to 6 ft. 7 in . On July 26, 1948 the 
a i r l ine a l t i tude gauge r e a d 17 ft. af ter 2 - h r . 
pumping at an e s t i m a t e d r a t e of 125 g p m . , and 2 1/2 
ft. a f te r a 3 - m i n . shutdown. 
Ana lys i s of a s a m p l e (Lab . No. 115,383) c o l -
lec ted July 26 , 1948 af ter 1/2-hr. pumping at 125 
g p m . , showed t h i s w a t e r to have a h a r d n e s s of 
14.4 g r . pe r g a l . , a r e s i d u e of 336 p p m . , and an 
i r o n conten t of 1.7 p p m . 
All w a t e r i s a e r a t e d and f i l t e r ed for i r o n r e -
m o v a l . Ana lys i s of a s a m p l e (Lab . No. 115,515) 
co l lec ted July 26, 1948 showed the t r e a t e d wa te r 
to have a h a r d n e s s of 14.2 g r . p e r ga l . , a m i n e r a l 
content of 295 p p m . , and an i r o n content of 0.16 
ppm. 
P u m p a g e i s e s t i m a t e d to a v e r a g e 60,000 gpd. 
LABORATORY NO. 115,383 
I l l inois S ta te Water Survey - Bul le t in No. 40 
The publ ic w a t e r supply was in s t a l l ed by the 
v i l l age of Mor ton (2241) about 1895. 
Wate r was p u r c h a s e d f r o m a loca l u t i l i ty 
company unt i l 1913. Since then w a t e r h a s been 
obta ined f r o m 2 we l l s owned by the v i l l age . Well 
No. 1, South Well , was d r i l l e d in 1911 to a depth 
of 230 ft. and loca ted nea r the b u s i n e s s d i s t r i c t 
(or a p p r o x i m a t e l y 650 ft. S. and 1000 ft. W. of the 
N. E. c o r n e r of Sec t ion 20, T. 25 N. , R. 3 W.). 
No log is ava i l ab l e , but i t w a s r e p o r t e d tha t a 
g r a v e l s t r a t u m , about 10 ft. in t h i c k n e s s , was 
encoun te r ed at a depth of 220 ft. The wel l was 
c a s e d with 214 ft. of 8 - in . pipe below which was 
a Cook s c r e e n , 16 ft. in length . In 1915 the n o n -
pumping w a t e r l eve l was r e p o r t e d to be a t 190 ft. 
below a ground su r face e l eva t ion of 710± ft. At 
the p r e s e n t t i m e , the non-pumping w a t e r l eve l i s 
194 ft. be low the ground s u r f a c e . 
Well No. 1 is equipped with: 210 ft. of co lumn 
p ipe ; 8 - s t a g e A m e r i c a n Well Works tu rb ine p u m p , 
No . 56188, r a t e d at 200 gpm. a g a i n s t a head of 
225 ft. at 1750 r p m . ; 210 ft. of a i r l i n e ; t h e r e is a 
s c r e e n but no suc t ion pipe below the pump; 20 -hp . 
U. S . e l e c t r i c m o t o r . 
Well No. 2 , Nor th Well , was d r i l l e d in 1913 
with the s a m e cas ing and s c r e e n d i a m e t e r a s the 
South Wel l . I t is 45 ft. f r o m the South Well . In 
1938, the Nor th Well was r e p a i r e d by C h r i s E b e r t , 
Washington. The old s c r e e n was r e p l a c e d by a 
new Johnson welded s c r e e n , with 18 ft. of s lo t 
open ings . An. u n d e t e r m i n e d length in the lower 
p o r t i o n h a s No. 25 s lo t open ings , and the upper 
po r t i on h a s No. 16 open ings . The wel l w a s a l s o 
deepened to 232 ft., and the amoun t of the d e e p e n -
ing w a s r e p o r t e d to be 8 ft. 
After r e p a i r s had been c o m p l e t e d , a p roduc t ion 
MORTON 
T a z e w e l l County 
F e b . 13, 1947 
t e s t was m a d e of the Nor th Wel l Dec . 13 - 14, 1938 
under the s u p e r v i s i o n of the State Water Survey . 
Before the t e s t , the w a t e r l eve l was 184 ft. be low 
the pump house f loor; and af ter pumping for 21 h r . 
a t 395 g p m . , the drawdown was m o r e than 12 ft. 
After 2 4 - h r . pumping a t 300 gpm. , the drawdown 
w a s 10 ft. 
Dur ing p a r t of the t e s t , the pump in the South 
Well was being o p e r a t e d a t 200 gpm. with only 
s l ight i n t e r f e r e n c e in w a t e r l e v e l s in Well No. 2 . 
The pumping a s s e m b l y , i n s t a l l ed in 1938, 
c o n s i s t s of: 210 ft. of co lumn p ipe ; A m e r i c a n 
Well W o r k s tu rb ine p u m p , No . 61889, r a t e d a t 
200 g p m . a g a i n s t a head of 125 ft.; 210 ft. of a i r -
l ine; 15-hp . West inghouse m o t o r . T h e r e is a 
s c r e e n below the pump but no suc t ion p ipe . 
Non-pumping w a t e r l eve l in 1946 was 194 ft. 
below the pump house f loor . 
Ana lys i s of a s a m p l e (Lab . No. 109,234), c o l -
lec ted F e b . 13 , 1947, showed the u n t r e a t e d w a t e r 
f r o m Well No. 1, South Wel l , to have a h a r d n e s s 
of 20.2 g r . pe r g a l . , a r e s i d u e of 443 p p m . , and an 
i r o n conten t of 2.9 p p m . 
The w a t e r i s a e r a t e d , f i l t e r ed , and softened. 
Ana lys i s of a s a m p l e ( L a b . No . 109,236), c o l -
lec ted F e b . 13, 1947 showed the t r e a t e d w a t e r to 
have a h a r d n e s s of 3.4 g r . pe r ga l . , a m i n e r a l 
content of 466 p p m . and an i r o n content of 0.59 
p p m . 
The 2 we l l s a r e o p e r a t e d a to t a l of 19 to 20 h r . 
pe r day . Consumpt ion in J an . 1947 was 230,000 
gpd. 
LABORATORY NO. 109,234 
2 - Mor ton 
LABORATORY NO. 109,23 6 
Illinois State Water Survey - Bulletin No. 40 
A public water supply system for the city of 
Mound City (2465) was installed by A. J. Dougherty 
in 1900. The system has been owned and operated 
by private utilities since about 1915, and at present 
by the Mound City Water and Light Co. 
Water is obtained from a well drilled in 1900 by 
C. O. Wilson, Cairo, and located just inside the 
levee on the Ohio River waterfront about 60 ft. 
north of the center of Merrit t Court and 150 ft. 
east of the center of Commercial Ave. (or approxi-
mately 200 ft. N. and 1100 ft. W. of the S. E. cor -
ner of Section 25, T. 16 S., R. 1 W.). The well 
was reported to have been drilled to a depth of 
630 ft. below a ground surface elevation of 320± 
ft., and is cased with 8-in. pipe to a depth of 450 
ft. 
Correlated dr i l l e r ' s log of well drilled in 1900 
furnished by the State Geological Survey: 
The well was originally equipped with 2 
MOUND CITY 
Pulaski County 
Jan. 27, 1948 
McGowan steam pumps, but in 19 14 these were r e -
placed by three 8 1/2-in. by 10-in. Smith-Vaile 
double-acting triplex pumps, each rated at 350 
gpm. and direct-connected to a 25-hp. electric 
motor. Two of these pumps are operated a l t e r -
nately, and the other pump is operated by. manual 
control as an emergency unit. 
When the well was completed, it flowed at a 
rate of 85,000 gpd., but in 1914 it was reported 
to barely flow over the top. It was reported that 
production tests showed a maximum yield of be -
tween 650,000 and 700,000 gpd. 
In 1937 it was reported that water levels in 
the well changed considerably with the river 
s tages. In Nov. 1947 the well flowed with about 
5 ft. of head above ground level from the tap at 
the well top. 
Analysis of a sample (Lab. No. 113,261) col-
lected Jan. 28, 1948 after 1-hr. pumping at 350 
gpm., showed the water to have a hardness of 
10.2 gr. per gal., a residue of 278 ppm., and an 
iron content of 1.0 ppm. 
The water is chlorinated. 
Pumpage for 1947 was estimated to average 
148,000 gpd. 
The largest consumer of water is the Ladoga 
Canning Co. and the largest daily pumpage occurs 
during their canning operations which are season-
al . 
LABORATORY NO. 113,261 
I l l ino is State Water Survey - Bul le t in No. 40 
The public w a t e r s y s t e m for the ci ty of Mounds 
(2144) w a s owned and o p e r a t e d by the C e n t r a l I l -
l ino i s public Se rv ice C o . unt i l Nov. 1941 , when the 
s y s t e m w a s acqu i r ed by the c i ty . 
F r o m 1911 to 1921 w a t e r was obta ined f r o m 2 
w e l l s , e ach 650 ft. deep and c a s e d to 218 ft. with 
10- in . p ipe . The we l l s had b e e n d r i l l e d to f u r -
n i sh w a t e r for the u t i l i ty c o m p a n y ' s p lan t . 
In 1911 the w a t e r level in one of the we l l s was 
15 ft. be low the ground su r face and, in the o the r 
we l l , the w a t e r l eve l was 19 ft. Water was pumped 
by suc t ion by s t e a m p u m p s . In 1913 the w e l l s 
flowed when not pumping , and pumpage f r o m the. 
2 wel l s was r e p o r t e d to be about 1000 gpm. L a t e r 
the we l l s w e r e equipped with a i r l i f t s . In May 
1921, the no r th one of the 2 we l l s y ie lded 590 
gpm. and the o ther wel l y ie lded 400 gpm. The 
w e l l s had pa r t l y fi l led a t the t i m e . The south 
wel l was abandoned some t i m e af ter 1921. 
Water is now obtained f r o m 2 we l l s known as 
Nor th and South w e l l s . 
The Nor th Well is loca ted about 65 ft. w e s t and 
120 ft. south of the nor th end of the old I l l inois C e n -
t r a l R . R . Banana Shed. I t i s be l i eved tha t t h i s i s 
the no r th one of the o r ig ina l w e l l s and , in 1927, w a s 
r e p o r t e d to be 321 ft. deep . At t h a t t i m e , when 
pumping by a i r lift with a j e t depth of 182 ft., the 
non-pumping wa te r l eve l w a s 47 f t . and the p u m p -
ing leve l was 68 ft. below the pump b a s e . 
The a i r lift w a s r e m o v e d and r e p l a c e d by a 
tu rb ine pump in May 1927. The following pump 
ins t a l l a t i on is in p l a c e : 98 ft. of 8- in . co lumn 
pipe; 10- in . , 6 - s t age Layne t u r b i n e pump, No . 
4312 , having an o v e r a l l length of 4 ft. 9 3 / 4 in . 
and a r a t e d capac i ty of 750 g p m . ; 20 ft. of 6- in . 
suc t ion p ipe; 50 -hp . F a i r b a n k s - M o r s e e l e c t r i c 
m o t o r . 
Th i s wel l i s ma in t a ined for e m e r g e n c y p u r -
p o s e s . 
The South Well w a s d r i l l ed to a depth of 595 
ft. in 1921 by M e i s t e r B r o s . , T u s c o l a , and i s l o -
ca ted about 300 ft. south of the Nor th Well and 
20 ft. w e s t of the Banana Shed, ( a p p r o x i m a t e l y 
2770 ft. S. and 2300 ft. W. of the N. E. c o r n e r of 
Sec t ion 22 , T. 16 S., R. 1 W . ) . 
MOUNDS 
P u l a s k i County 
J an . 27 , 1948 
The ground su r f ace e leva t ion i s 3 2 3 t ft. 
S a m p l e - s t u d y log of the South Well furn ished by 
the State Geolog ica l Survey: 
The cas ing r e c o r d w a s r e p o r t e d t o be : 16- in . 
pipe f r o m the su r face to a depth of 20 ft., 12- in . 
p ipe f r o m the su r f ace to a depth of 57 ft. , and 
10- in . p ipe be tween the dep ths of 17 and 323 ft. 
The lower 87 ft. of the 10- in . ca s ing was p e r -
fo ra t ed . 
The ho le w a s " s h o t " at a depth of 542 ft. with 
a c h a r g e of 14 lb . of 60% d y n a m i t e . Upon c o m p l e -
t ion of the wel l a non-pumping w a t e r l eve l of 6 ft. 
be low the su r face and a p roduc t ion of 600 g p m . 
w e r e r e p o r t e d . 
Water w a s pumped by a i r lift p r i o r to May 
1927. The loca l r e c o r d s ind ica te a j e t depth of 
196 ft . , a non-pumping w a t e r l eve l of 14 ft. , and 
a pumping w a t e r l eve l of 36 ft. below the pump 
b a s e a t t ha t t i m e . 
The following pump i n s t a l l a t i o n i s in dai ly 
s e r v i c e : 65 ft. 5 - in . of 8 - in . c o l u m n pipe; 10- in . , 
6 - s t a g e Layne tu rb ine p u m p , No. 4 3 1 1 , hav ing an 
o v e r a l l length of 4 ft. 9 3 /4 in . and a r a t e d c a p a -
c i ty of 750 gpm. ; 21 ft. 7 in . of 6- in . suc t ion p ipe; 
50 -hp . F a i r b a n k s - M o r s e e l e c t r i c m o t o r . 
Ana lys i s of a s a m p l e (Lab . No. 113,262) c o l -
l ec ted J a n . 2 3 , 1948 af ter 2 0 - m i n . pumping a t 750 
g p m . , showed t h i s w a t e r to have a h a r d n e s s of 
8.1 g r . p e r g a l . , a r e s i d u e of 267 p p m . , and an 
i r o n content of 0.1 p p m . 
The m e t e r e d pumpage for the p e r i o d f r o m 
A p r . 26, to May 29, 1946 a v e r a g e d 201,000 gpd. 
2 - Mounds 
LABORATORY NO. 113,262 
Illinois State Water Survey - Bulletin No. 40 
The village of Mt. Auburn (471) installed a 
public water supply in 1942. 
In the search for a satisfactory source of sup-
ply, several test wells were drilled. 
A test well, drilled in 1941 by Hayes and Sims, 
Champaign, was located in the eastern part of the 
village (or approximately 2400 ft. S. and 200 ft. 
W. of the N. E. corner of Section 12, T. 15 N., R. 2 
W.). 
The well was drilled to a depth of 40 ft. below 
a ground surface elevation of 595t ft., and was 
cased with 40 ft. of 6-in. pipe. The lower 20 ft. 
were slotted with 1/8-in. by 12-in. openings. 
A production test was made by the State Wa-
ter Survey on Feb. 10, 1941. A small air lift 
was installed for test purposes. The well produced 
10 gpm.for 5 hr . with a drawdown of 11.1 to 11.5 
ft. from a non-pumping water level of 11.5 ft. be-
low the ground surface. Thirty min. after pump-
ing was stopped, the water level was 3 1/2 ft. 
below the non-pumping level. Water level ob-
servations were made on 2 test holes, one located 
5 ft. south, and one 200 ft. east of the well. The 
water level in the far test hole was not affected, 
but in the nearer test hole, the water level was 
lowered from 11.5 to 16.75 ft. during the test. 
Analysis of a sample (Lab. No. 89,827) col-
lected Feb. 19, 1941, showed the water to have a 
hardness of 18.1 gr. per gal., a residue of 366 
ppm., and an iron content of 60.0 ppm. 
The permanent municipal well was drilled to 
a depth of 70 ft. 2 in. in 1941 by Hayes and Sims 
and is located near the northwest corner of the 
intersection of Elm and Dane St. (or approxi-
mately 1310 ft. S. and 1500 ft. E. of the N. W. cor -
ner of Section 12). The ground surface elevation 
at the well site is 600± ft. 
The well was cased with 8-in. pipe to a depth 
of 59 ft. Below the casing', an 11-ft. section of 8-
in. Johnson screen was exposed. The screen had 
No. 50 slot openings. The pumping equipmentin-
MT. AUBURN 
Christian County 
Aug. 6, 1948 
cluded a 6-in. American Well Works turbine pump, 
No. 64842, rated at 50 gpm. against 70 ft. of head 
at 1740 rpm.; 2-hp. U. S. electric motor. A John-
son right-angle gear drive is in place for connec-
tion to a gasoline motor, as an emergency power 
unit. 
Correlated dr i l l e r ' s log of well drilled in 1941 
furnished by the State Geological Survey: 
A production test was made by the State Wa-
ter Survey on Apr. 29, 1941. After 6-hr. pump-
ing at 69 gpm., the drawdown was 16 1/2 ft. from 
a non-pumping water level of 15 1/4 ft. After 
pumping had been stopped for 30 min., the wa-
ter level was 12 ft. below the non-pumping level, 
and about 12 hr . later, the water level was r e -
ported to be still 5 ft. below the starting level. 
On July 28, 1948 the air line altitude gauge read 
24 ft. after 25-min. pumping at an estimated rate 
of 50 gpm.; and 25 1/2 ft. after 20-min. shutdown. 
Analysis of a sample (Lab. No. 115,421), col-
lected July 28, 1948 after 25-min. pumping 
showed the water to have a hardness of 22.0 gr. 
per gal., a residue of 417 ppm., and an iron con-
tent of 2.5 ppm. 
The water is aerated filtered, and softened. 
Analysis of a sample (Lab. No. 115,511) col-
lected July 28, 1948 showed the treated water to 
have a hardness of 15.5 gr. per gal., a mineral 
content of 3 76 ppm. and an iron content of 0.1 
ppm. 
From Dec. 1, 1947 to July 27, 1948, pumpage 
was estimated to average 11,150 gpd. 
LABORATORY NO. 115,511 
2 - Mt. Auburn 
LABORATORY NO. 115,421 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the city 
of Mount Carrol l (1845) in 1888. 
Water was first obtained from a dug well, 20 ft. 
in diameter and 20 ft. in depth, and located, with 
the pumping station building and elevated tank, on 
city-owned property on South Mill St. (or approxi-
mately 450 ft. S. and 1555 ft. W. of the N. E. co r -
ner of Section 12, T. 24 N., R. 4 E.). Into the 
bottom of the dug section were drilled two 6-in. 
and two 8-in. diameter tubular wells, each to a 
depth of 80 ft. A brick wall, extending above the 
ground surface, surrounded the dug portion, in an 
attempt to prevent possible contamination. 
The capacity of the well was 24,000 gpd. with 
the water rising 10 ft. every 24 hr . The well was 
pumped once each day in 1913, but the length of 
pumping time was not recorded. In 1920, the wa-
ter level was 8 ft. below the ground surface, and 
it was reported that after pumping 1 1/2 hr . to 2 
hr . a day at an estimated rate of 400 gpm., the 
water was drawn down 10 ft. The well was 
abandoned in 1920 due to suspicion caused by a 
typhoid fever epidemic. 
In 1895, due to a shortage in the water supply, 
a 'new well, now called Well No. 1, was drilled 
by J. P. Miller Artesian Well Co., Brookfield, 
to a depth of 2500 ft. below a ground surface e le -
vation of 730± ft. 
The well is located about 35 ft. south of the 
old abandoned and filled dug well. The hole was 
drilled to a diameter of 10 in. for about 90 ft.; 
8 in. in diameter from 90 to 140 ft. The top of 
the casing is about 5 ft. above the ground surface 
of the old abandoned well and 2 ft. above the 
pump base of Well No. 2. A concrete reservoi r , 
25 ft. in diameter and 7 ft. 8 in. in depth, with a 
capacity of about 28,200 gal., surrounds the well. 
During the construction of the well, the water 
flowed from the well until the drilling reached 
1200 ft., after which the water level was at the 
ground surface. In June 1934, the non-pumping 
water level was reported to be 62.2 ft. 
The pumping equipment consists of 63 ft. of 
old 5-in. and 185 ft. 7 in. of new 4-in. eduction 
pipe; 212 ft. of 1 1/2-in. air line to which is at-
tached 5 ft. of 3 3/4-in. diameter b r a s s tube; a 
Worthington air compressor having a 10-in. cyl-
inder and 10-in. stroke; 40-hp. General Electric 
motor . This air lift discharges directly into the 
reservoir ; and when operated on Dec. 18, 1946, 
the air gauge registered a starting pressure of 
90 lb. and an operating pressure of 72 lb. while 
MOUNT CARROLL 
Carrol l County 
Jan. 22, 1947 
the pump in Well No. 2 was operating at a rate of 
430 gpm. After Well No. 2 had been shut down 
10 min., the air gauge registered 75 lb. p ressure . 
On Oct. 15, 1946, a non-pumping water level 
of 72 ft. below the top of the casing was found 
after 10 days of idle period. On this date a drop 
of 20 ft. in the water level was observed after the 
pump in Well No. 2 had been operating for 2 hr . at 
430 gpm. 
Analysis of a sample (Lab. No. 108,717), col-
lected Dec. 18, 1946 after 40-min. pumping at an 
estimated rate of 110 gpm., showed the water 
from Well No. 1 to have a hardness of 17.8 gr . 
per gal., a residue of 356 ppm., and an iron con-
tent of 67.6 ppm. The water had a reddish color 
throughout the 40-min. pumping period and was 
wasted. 
Well No. 1 is maintained for emergency use 
only. Water is pumped for a 20-min. period 
once a week. 
Well No. 2 was drilled to a depth of 1457 ft. 
in 1935 by C. W. Varner , Dubuque, Iowa, and 
located about 100 ft. south and 20 ft. east of Well 
No. 1, (or approximately 500 ft. S. and 1440 ft. 
W. of the N. E. corner of Section 12). 
Ates twas made by the State Water Survey on 
May 14-15, 1935, and the non-pumping water level 
was 52 ft., and the drawdown was 95 ft. after pump-
ing for 22 h r . at 225 gpm. 
Due to the low capacity of the well, as revealed 
in the tes t in May 1935, charges of dynamite were 
exploded at 5 different levels as follows: 
This well has been the source of the public 
water supply since the installation of the existing 
pump in 1938, which consists of 150 ft. of 8-in. id. 
column pipe; 10-in., 3-stage American Well Works 
turbine pump. No. 61844, rated at a capacity of 500 
gpm. against a total head of 126 ft.; the overall 
length of the pump is 3 ft. 1 13/16 in.; 150 ft. of 
air line; 20 ft. of 6-in. suction pipe; 25-hp. U. S. 
e lectr ic motor. 
2 - Mount Carrol l 
On June 10-11, 1935 a second production test 
was made by the State Water Survey, and in a 24-
hr . period the specific capacity was determined to 
be 6.25 gpm. per ft. of drawdown. The non-
pumping water level was 52 ft., and the following 
drawdowns were observed: 
On Nov. 20, 1946, the non-pumping water level 
was 57 ft. below the pump base, and the pump d i s -
charged 430 gpm. by actual reservoi r measure-
ments. 
Analysis of a sample (Lab. No. 108,718) col-
lected Dec. 18, 1946 from the end of the d i s -
charge pipe in the reservoir (about 100 ft. d i s -
tant from the well) after 3-hr. pumping at 430 
gpm., showed the water in Well No. 2 to have a 
hardness of 18.8 gr. per gal. , a residue of 339 
ppm., and an iron content of 0.1 ppm. 
In Dec. 1946 pumpage was estimated at 
206,000 gpd. The summer pumpage is estimated 
at 320,000 gpd. 
The hole and casing diameter record of Well 
No. 2 is shown in Table 1. 
TABLE 1 
Hole Record 
15-in. from 367 to 737 ft. 
12-in. from 737 to 1457 ft. 
Casing Record 
20-in. drive pipe from surface to 83 ft. 
16-in. casing from surface to 367 ft. 
12-in. liner from 637 to 737 ft. 
LABORATORY NO. 108,717 
LABORATORY NO. 108,718 
Mount C a r r o l l - 3 
S a m p l e - s t u d y log of Well No. 2 furn ished by the State Geological Survey : 
I l l ino i s Sta te Wate r Survey - Bul le t in No. 40 
The v i l l age of Mount M o r r i s (2304) e s t a b l i s h e d 
a publ ic w a t e r supply in 1894. 
Wa te r was o r ig ina l l y obta ined f r o m a wel l 
d r i l l e d to a depth of 500 ft. in 1894 and loca ted on 
the e a s t s ide o f M c K e n d r i e St . be tween E a s t F r o n t 
St . and C e n t e r S t . (or a p p r o x i m a t e l y 1800 ft. N. 
and 100 ft. E. of the S. W. c o r n e r of Sect ion 26 , T. 
24 N . , R. 9 E . ) . The ground s u r f a c e e l eva t ion is 
932 t ft. The hole d i a m e t e r w a s : 10- in . f r o m 
su r f ace to 35 ft.; 8- in . f r o m 35 to 75 ft.; 6- in . 
f r o m 75 to 500 ft. 
Dur ing a t e s t in 1920, i t was r e p o r t e d tha t the 
wel l p r o d u c e d 48 gpm. with a d rawdown of 60 ft. 
f r o m a non-pumping l eve l of 150 ft. The wel l w a s 
abandoned in 1923. 
Ana lys i s of a s a m p l e (Lab . No. 27327), c o l -
lec ted M a r . 27 , 1913, showed w a t e r f r o m t h i s 
we l l to have a h a r d n e s s of 23.0 g r . pe r g a l . , a 
r e s i d u e of 496 p p m . , and an i r o n content of 0.1 
p p m . 
Well No . 2 w a s d r i l l e d to a depth of 878 ft. in 
1920 by P. E. Mi l l i s , B y r o n , and loca ted 27 ft. 
south of Well No. 1. 
The hole and cas ing r e c o r d i s shown in Tab le 
1. 
T A B L E 1 
Hole R e c o r d 
12- in . f r o m su r face to 150 ft. 
10- in . f r o m 150 to 878 ft. 
Cas ing R e c o r d 
12- in . c a s ing f r o m su r f ace to 30 ft. 
10- in . c a s i n g f r o m su r face to 170 ft. 
The wel l w a s " s h o t " , and r e d r i l l e d b y P . E . 
Mi l l i s to a depth of 1147 ft. T h e da te of the work 
i s not known. 
The ex i s t ing pump i n s t a l l a t i o n m a d e in 1938, 
i s : 260 ft. of 5 - in . id . co lumn pipe; 7 - i n . , 1 3 -
s t a g e , F a i r b a n k s - M o r s e t u r b i n e p u m p , No . 21823; 
the o v e r a l l length of the pump is 81 1/8 in . ; 10 ft. 
of 5- in . id . suct ion p ipe ; 25 -hp . F a i r b a n k s - M o r s e 
induct ion m o t o r , No. 257509, o p e r a t i n g a t 1800 
r p m . T h i s we l l i s ma in t a ined for e m e r g e n c y only. 
MOUNT MORRIS 
Ogle County 
D e c . 2, 1947 
Ana lys i s of a s a m p l e (Lab . No. 50384), c o l -
l ec t ed Oc t . 2 3 , 1923, showed wa te r f r o m t h i s we l l 
to have a h a r d n e s s of 18.5 g r . pe r ga l . , a r e s i d u e 
of 381 p p m . , and no i r o n conten t . 
Wel l No. 3 w a s d r i l l e d to a depth of 905 ft. by 
P . E . Mi l l i s in 1926 and loca ted 30 ft. n o r t h of 
F i r s t St. and 130 ft. w e s t of McKendr i e St. (or 
a p p r o x i m a t e l y 1850 ft. S. and 150 ft. W. of the 
N . E . c o r n e r of Sect ion 27). In 1939, the wel l was 
deepened to 1425 ft. by R. E . Mi l aege r C o . , M i l -
waukee , W i s . 
The s u r f a c e e l eva t ion is 910± ft. 
The hole and cas ing r e c o r d i s shown in T a b l e 
2 . 
TABLE 2 
Hole R e c o r d 
10 - in . or 12- in . f r o m 175 to 905 ft. 
Cas ing R e c o r d 
2 0 - i n . f r o m su r face to 28 ft. 
16 - in . f r o m s u r f a c e to 175 ft . 
Any a l t e r a t i o n in c a s i n g s i z e , i f any , m a d e by 
Mi l aege r i s not known. 
The e x i s t i n g p u m p i n s t a l l a t i o n , m a d e in 1938, 
i s : 290 ft. of 6- in . c o l u m n p ipe ; 8 - in . A m e r i c a n 
Well Works t u rb ine p u m p , No . 62951 , r a t e d a t 
240 g p m . a g a i n s t 390 ft. of head at 1750 r p m . ; 
the o v e r a l l length of pump is 7 ft. 7 in . ; 311 ft. of 
1 /4- in . a i r l i ne ; 20 ft. of 5 - in . suc t ion p ipe ; 4 0 -
h p . U . S . e l e c t r i c m o t o r ; No. 113 745 . 
On D e c . 2 , 1947, the non-pumping w a t e r l e -
ve l was 273 ft. be low the pump b a s e and af ter 1-hr. 
pumping at 375 g p m . the d rawdown w a s 18 ft. 
Ana lys i s of a s a m p l e (Lab . No. 112,798), c o l -
lec ted D e c . 2 , 1947 af te r 1/4-hr . pumping at 450 
g p m . , showed th i s w a t e r to have a h a r d n e s s of 
17.5 g r . pe r g a l . , a r e s i d u e of 317 p p m . , and an 
i r o n con t en t of 0 .1 p p m . 
Munic ipa l pumpage i s e s t i m a t e d to be 65,000 
gpd. and pumpage f r o m i n d u s t r i a l w e l l s i s e s t i -
m a t e d to be 300,000 gpd. 
2 - Mount M o r r i s 
S a m p l e - s t u d y and d r i l l e r ' s log of Well No. 3 furnished by the State Geologica l Survey: 
LABORATORY NO. 112.798 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
village of Mount Prospect (1720) in Aug. 1923. 
Water was obtained from a well located on 
the village property at the intersection of Ever -
green and Maple St. (or approximately 1300 ft. 
S. and 2000 ft. E. of the N. W. corner of Section 
12. T. 41 N., R. 11 E.). 
Well No. 1 was drilled by W. L. Thorne Co., 
Des Plaines, in 1922 to a depth of 200 ft. The 
elevation of the pump base is 667i ft. The upper 
100 ft. is 12 in. in diameter and the lower 100 ft. 
is 8 in. in diameter. A production test was made 
after completion of the well in 1922. Before 
pumping, the depth to water was 35 ft. below the 
ground surface and after pumping 6 hr . at 150 
gpm., the drawdown was 15 ft. 
The pumping assembly, installed in Aug. 1937, 
consists of 140 ft. of 4 1/2-in. column pipe; 6-in., 
25-stage Pomona turbine pump designed for a ca-
pacity of 160 gpm. against 270 ft. of head and hav-
ing an overall length of 9 ft. 10 in.; a suction 
strainer and 140 ft. of air line; 20-hp. Westing-
house electric motor. During a production test 
of 8-hr. duration immediately after installation, 
the drawdown was 103 ft. from a non-pumping 
water level of 36 ft; below the pump base. This 
well serves as a standby unit since Well No. 3 was 
placed in service. 
Analysis of a sample (Lab. No. 101,221), col-
lected Sept. 5, 1944, after 5 1/2-hr. pumping at 
160 gpm., showed this water to have a hardness 
of 17.2 gr. per gal., a residue of 494 ppm., and 
an iron content of 0.4 ppm. 
Well No. 2 was drilled by Henry Boysen, J r . , 
Libertyville in 1927 to a depth of 210 ft., at a 
location about 185 ft. south of Central Ave. and 50 
ft. west of Pine St. (approximately 185 ft. S. and 
350 ft. E. of the N. W. corner of Section 12). The 
elevation of the pump base is 672± ft. A 12-in. 
diameter casing extends from the surface to a 
depth of. 110 ft. where it is seated in the rock be-
low which, the diameter of the hole is 10 in. The 
well is equipped with a Keystone 2-stroke pump, 
belt-driven by a 10-hp. Century electric motor. 
The bottom of the 7 3/4-in. by 7-ft. cylinder is 
set at a depth of 140 ft. The pump has been 
slowed down to a speed of 11 spm. and will deliver 
100 gpm. On Mar. 15, 1945, the drawdown was 
40 ft. from a non-pumping water level of 45 ft. 
below the pump base. 
The present status of the well is that of a 
standby unit. 
MOUNT PROSPECT 
Cook County 
Aug. 15, 1949 
Analysis of a sample (Lab. No. 101,220), col-
lected Sept. 5, 1944 after 1-hr. pumping at 100 
gpm., showed this water to have a hardness of 
16.9 gr . per gal., a residue of 509 ppm., and an 
iron content of 0.2 ppm. 
Well 1 and 2 furnished the public supply until 
July 26, 1945 when a third well was placed in 
service. Water pumped from Wells 1 and 2 is 
chlorinated. 
Well No. 3 was completed to a depth of 1348 
ft. in Apr. 1945 by the J. P. Miller Artesian Well 
Co., Brookfield, and located on Pine. St. and about 
85 ft. south of the Well No. 2. 
The elevation of the ground surface is 670± ft. 
The hole and casing diameter records are 
shown in Table 1. 
TABLE 1 
Hole Record 
19-in. from 106 to 427 ft. 4 in. 
13-in. from 427 ft. 4 in. to 982 ft. 
12-in. from 982 to 1348 ft. 
Casing Record 
20-in. steel pipe from 0 to 106 ft. 
14-in. od. steel pipe from 0 to 427 
ft. 4 in. 
10-in. id. steel liner from 864 to 
978 ft. 
The annular space between the 20 and 14-in. 
casings was cement grouted. A production test 
was made on Apr. 28, 1945. After 11-hr. pump-
ing at 415 gpm. the drawdown was 129 ft. from a 
non-pumping lwater level of 205 ft. below the top 
of the casing. The yield of the well was con-
sidered adequate for the public water supply and 
plans for shooting the well were abandoned. The 
pumping equipment installed on July 26, 1945, 
consists of 340 ft. of 6-in. column pipe; 10-in., 
8-stage Peer l e s s turbine pump having an overall 
length of 6 ft. 3 in. and a rated capacity of 400 
gpm. against 300 ft. of head; 20 ft. of 6-in. suc-
tion pipe; 340 ft. of air line 50-hp. U. S. electric 
motor. 
Analysis of a sample (Lab. No. 106,246) col-
lected Apr. 17, 1946, after 40-min. pumping at 
360 gpm., showed this water to have a hardness of 
18.9 gr. per gal. , a residue of 474 ppm., and an 
iron content of 0.2 ppm. 
2 - Mount P r o s p e c t 
Wate r f r o m Well No. 3 is not t r e a t e d . 
Wel l No. 4 w a s comple t ed in Aug. 1949, to a 
depth of 1370 ft. by S . B . Ge ige r and C o . , Ch icago , 
and loca ted n e a r the sou theas t c o r n e r of Waver ly 
P l a c e and Thaye r St. (or a p p r o x i m a t e l y 1150 ft. 
N. and 1700 ft. W. of the S. E. c o r n e r of Section 
33) . T h i s i s a p p r o x i m a t e l y 2 m i l e s n o r t h w e s t of 
Wel l s No. 1 and 2. The ground e leva t ion at the 
wel l s i te is 689± ft. 
The w e l l was c a s e d with 13 1/4 in . od. pipe 
f r o m 3 ft. above to 435 ft. be low ground l e v e l and 
the cas ing was p r e s s u r e - c e m e n t e d . A product ion 
t e s t w a s m a d e on Aug. 1 0 - 1 1 , 1949, under the 
supe rv i s ion o f the Water Survey . F o r t e s t p u r -
p o s e s , an e l e c t r i c a l l y - d r i v e n tu rb ine pump was 
s e t a t 420 ft. be low the p u m p b a s e (1.0 ft. above the 
top of the cas ing ) . Before the t e s t w a s s t a r t e d , 
the w a t e r l eve l was 267.5 ft. be low the pump b a s e . 
After 9 h r . pumping a t 733 g p m . the d rawdown w a s 
81.5 ft. The pumping r a t e was then g radua l ly d e -
c e l e r a t e d and af ter an addi t ional 11 h r . pumping 
a t a f inal r a t e of 405 gpm. , the drawdown w a s 50.0 
ft. Two h r . after s topping the t e s t the wa te r l eve l 
w a s 280 ft. or 12.5 f t . b e l o w t h e p r e - p u m p i n g l e v e l . 
Ana lys i s of a s a m p l e (Lab . No. 119,128) c o l -
lec ted Aug. 11 , 1949, after 2 0 - h r . pumping showed 
the w a t e r to have a h a r d n e s s of 18.3 g r . p e r g a l . , 
a r e s i d u e of 472 p p m . and an i r o n content of 0.3 
ppm. 
P u m p a g e f r o m June 30, 1943 to June 30 , 1945 
a v e r a g e d 138,600 gpd. 
S a m p l e - s t u d y log of Well No. 3 furn ished by the State Geologica l Survey: 
Mount P r o s p e c t - 3 
LABORATORY NO. 106,246 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was established in 1895 
for the city of Mt. Pulaski (1378), principally for 
fire protection. 
Water was obtained from an. 85-ft. well lo-
cated at the pumping station in the public square 
at the peak of the hill (or approximately 1500 ft. 
N. and 2140 ft. E. of the S. W. corner of Section 
14, T. 18 N., R. 2 W.). The elevation of the 
ground surface is 700± ft. 
Due to increased population necessitating a 
more adequate water supply, a water works plant 
and three dug wells were constructed in 1907 on 
the lower land near the southwest corner of the 
city. The plant was located on the south side of 
the Illinois Central R. R. (Peoria branch) and on 
the west side of Spring St. opposite Green St. (or 
approximately 400 ft. N. and 750 ft. E. of the S. W. 
corner of Section 14). This site was selected be -
cause ground water levels were known to be near 
the surface, and some wells in the vicinity had 
had free flows for short periods after drilling. 
Two of the dug wells were 8 ft. and the other 
was 10 ft. in diameter . All were 33 ft. deep and 
walled with stone with the top of the curbing at 
ground level. A fourth well was acquired, about 
1910, from the electric light plant, about two 
blocks east of the dug wells. This well was dug 
to 33 ft. and a pipe casing, with a Cook strainer 
on the bottom, extended to 23 ft. below the bottom 
of the dug portion. 
The wells penetrated 16 to 20 ft. of black 
mucky soil below which was a water-bearing 
formation. In 1913, the water level was 8 ft. be -
low the ground surface elevation of 628t ft. 
In 1914, all wells were furnishing a total 
estimated amount of 54,000 gpd. and the supply was 
lessening either from failure of the supply or 
from clogged screens . In 1922, the supply of 
30,000 gpd. was being obtained from two of the 
dug wells, one of 10-ft. and the other 8-ft. dia-
meter . The other dug well had caved in due to 
removal of large quantities of sand from the well 
and the bored well had been abandoned due to 
failure in production. In the same year, 24 test 
holes were drilled in an effort to locate a greater 
supply. 
An 8-in. tes t well, 50 ft. deep, was drilled one 
quarter mile southeast of the corporation l imits . 
The lower 11 ft. of the well was in sand. In Sept. 
1922, water was pumped for 25 h r . at 75 to 85 
gpm. with a drawdown of 3 1 ft. from a non-pumping 
water level of 14 ft. below a ground surface eleva-
MT. PULASKI 
Logan County 
Sept. 22, 1948 
tion of 629± ft. In 1923, a 10-in. well was drilled 
250 ft. southeast of the 8-in. test well. The well 
was equipped with a 10-ft. Cook screen, having 
No. 30 slot openings. In a four-day production 
test , water was pumped at 127 gpm. with a draw-
down of 22 ft. from a non-pumping water level of 
12 ft. below the surface. In Mar. 1924, the water 
level was 5 1/2 ft. 
This potential source of supply was abandoned 
because of distance from the city, and in Jan. 
1925 the casings and screens had been removed 
and sold. 
In Feb. 1924, Wells No. 1 and 2 were finished 
by the Sickel Water Production Co., Aurora, and 
located on the east side of Marion St., north of 
Harry St. (or approximately 2140 ft. S. and 1540 
ft. E. of the N. W. corner of Section 14). 
The dug wells and old pumping station in the 
southwest part of town were abandoned. The wa-
ter level in the dug wells, was at the ground su r -
face. 
Before drilling Wells 1 and 2, the Sickel Co. 
drilled a well 120 ft. southeast of the location of 
Well No. 1. Water was found at a depth of 40 ft. 
At 60 ft. a boulder was encountered and at 100 ft. 
the hole was dry. The well was abandoned. Well 
No. 1 was drilled to a depth of 80 ft. below a 
ground surface elevation of 660± ft. and cased with 
60 ft. of 20-in. steel pipe and 12-in. pipe from 53 
to 63 ft. A 12-in. wi. screen was set from 63 to 78 
ft. and fine gravel placed around the screen. In 
a production test Feb. 29-Mar. 1, 1924, after 
3 1/2-hr. pumping at 312 gpm. the drawdown was 
25 ft. to a pumping level of 42.4 ft. and at the 
end of 24 hr . ,when pumping at 240 gpm., the wa-
ter level was 44.5 ft. The water level in Well 
No. 2 was lowered from 20 to 27 ft. 
The water level in a four-inch well of prac -
tically the same depth, located 125 ft. east and 
40 ft. north, did not change during the test of Well 
No. 1. In two wells, 21 ft. deep, one located 140 
ft. west and the other 140 ft. west and 75 ft. south, 
there was 1 ft. of water in each well at 2:30 P.M. 
on Mar. 1. 
The pumping equipment includes an 8-in. 
American Well Works turbine pump, No. 58869, 
rated at 125 gpm. against 720 ft. of head; 15-hp. 
Westinghouse electric motor. The pump d i s -
charges 200 gpm. at 50 psi . 
Analysis of a sample (Lab. No. 115,792) col-
lected Sept. 11, 1948 after three-hours pumping 
2 - Mt. Pulaski 
at 200 gpm., showed the water to have a hardness 
of 31.4 gr. per gal., a residue of 809 ppm., and an 
iron content of 0.1 ppm. 
Well No. 2 was drilled 27 ft. east of Well No. 1 
and to the same depth, with similar construction 
of casing and screen. The pumping assembly 
was the same as in Well No. 1. In Jan. 1925, 
pumpage was estimated to be 22,000 gpd. The 
pumps were operated on alternate days for about 
1 1/2 hr . daily. 
In June 1932, although the wells were furnish-
ing the water needed, the screen in Well No. 2 had 
become corroded in some places and in others a 
hard scale or deposit had formed, closing the 
screen openings. The holes in the screen, caused 
by corrosion, permitted sand to enter the well 
and to be pumped out into the distribution system. 
Layne North Central Co. repaired both wells 
by replacing the old 12-in. screen with a new 10-
in. wi. screen, 17 ft. in length. The new screen 
was made up of three sections of 10-in. slotted 
pipe, each section connected with a 4 5/8-in. 
wide pipe coupling. A 4 5/8-in. coupling was 
welded to the top of the screen, into which was 
screwed new 10-in. casing. Each of the three 
sections of the screen had 12 rows of slots, 1/8 
in. by 1 in., and each row contained 94 slots . The 
length of the rows of 94 slots was 52 in. On the 
bottom of the screen was placed a truncated cone-
shaped piece, 21 1/2 in. in length and 16 3/4 in. 
in diameter on the bottom. The cone had 12 
rows of 1/8-in. by 1 1/2-in. s lots , each row hav-
ing 32 slots. 
F rom the top of the screen, a 10-in. casing 
was installed to the floor level of the pump house. 
After the well-repair work was completed a 
production test was made by the dri l ler in Aug. 
7, 1932. Little information was obtained about 
the test . Water was pumped for four hours at 
180 gpm. and when pumping at 200 gpm. the water 
was drawn down to the bottom of the air line, 49 
or 50 ft. below floor level, from a static level of 
24 ft. 10 in. below floor level. 
Well No. 2 is maintained as a stand-by unit. 
The pumping equipment includes a 10-in. American 
Well Works turbine pump, No. 57680, having a 
rated capacity of 200 gpm. against 215 ft. of head 
and a 20-hp. Westinghouse electric motor. The 
pump discharges 325 gpm. against a pressure of 
50 psi. 
Total pumpage for the city of Mt. Pulaski is 
estimated to average 60,000 gpd. 
The private four-inch well located 125 ft. east 
and 40 ft. north of Well No. 1, is used for water 
level observations. Some of the observations are: 
LABORATORY NO. 115,792 
I l l ino is State Water Survey - Bul le t in No. 40 
The v i l lage of Moweaqua (1366) ins t a l l ed a 
public w a t e r supply in 1893. 
Water was obtained o r ig ina l ly f rom a dug wel l 
located in the e a s t e r n p a r t of the v i l l age . Th i s 
supply b e c a m e inadequate and was abandoned. 
Two w e l l s , n e a r an abandoned mine shaft l o -
ca ted c lo se to t h e sou the rn l i m i t s of the v i l l age , 
w e r e then used as a s o u r c e of supply. 
F r o m 1905 to 1910 al l w a t e r was obta ined 
f r o m six 2 - in . sand points loca ted about 2 m i . 
no r th of the cen te r of Moweaqua, in Mason 
County , (or app rox ima te ly 200 ft. N . , and 200 ft. 
E. of the S. W. c o r n e r of Sect ion 18, T. 14 N . , R. 
2 E . ) . The ground surface e l eva t ion at the w e l l -
s i te i s 600t ft. The sand point wel l s w e r e r e -
p laced in 1910 by s ix 4 - i n . we l l s loca ted about 18 
ft. a p a r t in 2 e a s t - w e s t r o w s , about 14 ft. a p a r t , 
on the south s ide of the pumping s ta t ion. The 
w e l l s w e r e 18 ft. d e e p , and each equipped with a 
sand s c r e e n about 9 ft. long. 
The wel l c a s i n g s a r e capped about 2 1/2 ft. 
be low the ground s u r f a c e , and connected j u s t be-
low the cap to the pump suc t ion . Water was 
pumped by d i r e c t suct ion f r o m the well us ing a 
7- in . by 8- in . Deming t r i p l ex pump , r a t e d at 220 
gpm. and d r i v e n b y a Wagner e l e c t r i c m o t o r , r a t e d 
a t 10-hp. a t 1800 r p m . The pump is ope ra t ed a t 
a r a t e of 150 gpm. , when pumping to the m a i n s . 
About 1920, a second 7- in . by 8-in. Deming 
t r i p l ex p u m p , No. 16070, s i m i l a r to the o r i g i n a l , 
was in s t a l l ed and the 2 p u m p s w e r e used a l t e r -
na te ly e v e r y o the r week , f r o m 3 to 5 h r . pe r day . 
In 1913, the non-pumping w a t e r l eve l was r e -
po r t ed to be about 4 ft . , and the pumping l eve l 
f r o m 8 to 10 ft. below the ground s u r f a c e . In 1922, 
the non-pumping w a t e r l eve l in wet wea ther w a s 
r e p o r t e d to be 2 -3 ft. be low the ground s u r f a c e . 
In 1924 the non-pumping w a t e r l eve l was r e p o r t e d 
to be 4 - 6 ft. below the ground s u r f a c e . In 1928, 
one pump was o p e r a t e d at a t i m e , for about 3 1/2 
h r . p e r day . 
In 1946, the wel l s w e r e d i s connec t ed , and 
each wel l was backwashed . The yield was r e p o r t e d 
to be m u c h improved for a few m o n t h s . In b a c k -
washing the midd le wel l of the south row , the 
p r e s s u r e was appa ren t ly too g r e a t and an e rup t ion 
o c c u r r e d a round the c a s i n g . The s c r e e n and c a s -
ing w e r e pul led , and after c l ean ing , the s c r e e n and 
new 4 - i n . cas ing w e r e i n s t a l l ed in a new wel l about 
15 ft. south of the f o r m e r loca t ion . When th i s wel l 
MOWEAQUA 
Shelby County 
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was c o m p l e t e d , i t was r e p o r t e d tha t the m a x i m u m 
yield was about 20 gpm. , with the pumping w a t e r 
l eve l n e a r the b o t t o m of the w e l l . 
Some t ime p r i o r to 1947, a 2 - in . Worthington 
h o r i z o n t a l cen t r i fuga l pump , No. 960,612, r a t e d 
at 150 g p m . and d r i v e n by a 5 -hp . D e l c o - e l e c t r i c 
m o t o r a t 1740 r p m . was i n s t a l l e d . W a t e r i s 
pumped f r o m the we l l s by the Worthington pump, 
d i s cha rg ing over the c o k e - t r a y a e r a t o r a t a r a t e 
of 160 gpm. 
Ana lys i s of a s amp le (Lab . No . 110,557), c o l -
l ec ted June 10, 1947 showed the w a t e r f r o m the 6 
we l l s to have a h a r d n e s s of 19.8 g r . pe r ga l . , a 
r e s i d u e of 388 p p m . , and an i r o n content of 1.5 
p p m . 
In Sept . 1947, C y r u s S teven , F i n d l a y , c o m -
pleted 4 new w e l l s , loca ted in a s t r a i g h t line due 
e a s t f r o m the pump house to about 75 ft. e a s t and 
18 ft. no r th of the nor th row of the o lder w e l l s . 
The 2 w e s t we l l s a r e 16 1/2 ft. deep and the 2 
e a s t wel l s a r e 27 ft. d eep . The e a s t e r n m o s t wel l 
p e n e t r a t e d 3 ft. of top so i l , 3 ft. of sand and 3 ft. 
of white g r a v e l . The 2 w e s t we l l s a r e spaced 
18 1/2 ft. a p a r t and the 2 e a s t we l l s a r e spaced 
at 21 ft. The second and t h i r d we l l s a r e 17 ft. 
a p a r t . Each wel l w a s c a s e d with 2 1/2- in . p i p e , 
with 7 ft. of s lo t ted s c r e e n sec t ion at the bo t tom. 
When comple ted , the w a t e r l eve l in the e a s t -
e r n m o s t wel l was 5 ft. be low ground l eve l , and 
t h e r e w e r e a few inches d rawdown when the p u m p s 
in the 6 o lder we l l s w e r e o p e r a t i n g . The combined 
p roduc t ion f r o m the 4 w e l l s had been r e p o r t e d to 
be 220 gpm. 
F r o m Sept . 1947 to July 1948 pumping o p e r a -
t ions w e r e a l t e r n a t e d e v e r y 2 w e e k s be tween the 
4 -we l l g roup and the 6-wel l g r o u p . 
Ana lys i s of a s amp le (Lab . No. 115,263), c o l -
lec ted July 13, 1948 af ter 7 - m i n . pumping at 160 
gpm. f rom al l 10 w e l l s , showed the w a t e r to have 
a h a r d n e s s of 22.4 g r . p e r g a l . , a r e s i d u e of 435 
p p m . , and an i r o n content of 1.5 p p m . 
The w a t e r i s a e r a t e d , f i l t e red and c h l o r i n a t e d . 
A n a l y s i s of a s a m p l e (Lab . No. 115,513) , co l lec ted 
July 13, 1948 showed the t r e a t e d w a t e r to have a 
h a r d n e s s of 22.0 g r . pe r g a l . , a m i n e r a l content 
of 392 p p m . , and an i r o n content of 0.07 p p m . 
F r o m July 12, 1947 to July 12, 1948 m e t e r e d 
pumpage a v e r a g e d 120,000 gpd. 
2 - Moweaqua 
LABORATORY NO. 115,263 
LABORATORY NO. 115,513 
I l l inois Sta te Water Survey - Bul le t in No. 40 
A public w a t e r supply was ins ta l l ed by the 
vi l lage of M u l b e r r y Grove (702) i n l 9 4 1 . 
A wel l w a s d r i l l ed to a depth of 40 ft. by S e -
well Well C o . , St. L o u i s , and loca ted on the wes t 
bank of H u r r i c a n e C r e e k , about 1 mi l e sou theas t 
of town, in F a y e t t e County (or a p p r o x i m a t e l y 900 
ft. S. and 1900 ft. E. of the N. W. c o r n e r of S e c -
t ion 6, T. 5 N . , R. 1 W.) . The ground e leva t ion 
is 475± ft. 
C o r r e l a t e d d r i l l e r ' s log of wel l d r i l l ed in 1941 
furn ished by the State Geo log ica l Survey : 
The wel l w a s c a s e d with 1 2 - i n . pipe f rom 21 
in . above to a depth of 28 ft. below ground l eve l . 
An 8- in . i nne r cas ing ex tended f r o m 30 in . above 
to 30 ft. below g r o u n d . A 10-ft . exposed length of 
8- in . Cook s c r e e n having No. 125 s lot open ings , 
was s c r e w e d to the bo t tom of the i nne r ca s ing . 
G r a v e l was poured in the annu la r space outs ide 
the s c r e e n . 
When the wel l was comple t ed the s t a t i c w a t e r 
MULBERRY GROVE 
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leve l was 11 ft. 8 in . A p roduc t ion t e s t was m a d e 
by the State W a t e r Survey on A p r . 7 , 1941. After 
6 - h r . pumping at 40 g p m . the drawdown was 19 1/2 
ft. f r o m a s ta t ic w a t e r l eve l of 10 1/4 ft. One h r . 
af ter s topping the pump the w a t e r l eve l was 15 ft. 
On J a n . 4, 1946, when pumping at 16 gpm. the 
drawdown w a s e s t i m a t e d to be 6 1/2 ft. The l o s s 
in p roduc t ion was a t t r i bu ted to l o s s in pump ef-
f ic iency. A new pump was ins t a l l ed in 1947 us ing 
the old pump head and m o t o r . The a i r l ine was 
r e m o v e d and not r e i n s t a l l e d . The pumping 
equ ipment now c o n s i s t s of 30 ft. of 3 1/2-in. c o l -
umn pipe; 16 - s t age Cook tu rb ine p u m p , No. 11368, 
having an o v e r a l l length of 5 1/2 ft.; 8 ft. of 3 1 /2-
in . suc t ion p ipe ; 3 -hp . , 1800 r p m . , U. S . e l e c t r i c 
m o t o r , No. 714339. The pump head b a s e is 10 ft. 
above the ground sur face and the b o t t o m end of 
the suct ion is app rox ima te ly 6 1/2 ft. above the b o t -
t o m of the wel l . 
A n a l y s i s of a s amp le (Lab . No. 116,362), c o l -
lec ted Nov. 4, 1948 showed th i s w a t e r to have a 
h a r d n e s s of 20.7 g r . pe r g a l . , a r e s i d u e of 486 
ppm. , and an i r o n content of 21.5 ppm. 
All w a t e r i s ch lo r ina t ed and t r e a t e d for i r o n 
r e m o v a l . Ana lys i s of a s amp le ( L a b . No. 116,364), 
co l lec ted Nov. 4 , 1948 showed the t r e a t e d w a t e r to 
have a h a r d n e s s of 20.4 g r . p e r g a l . , a m i n e r a l 
content of 405 ppm. , and an i r o n content of 0.1 
p p m . 
P u m p a g e i s e s t i m a t e d to a v e r a g e 17,500 gpd. 
LABORATORY NO. 116,362 
I l l ino is Sta te Water Survey - Bul le t in No. 40 
W a t e r w o r k s w e r e ins t a l l ed by the v i l lage of 
Mundele in (1328) in 1915. The public w a t e r s u p -
ply in Aug. , 1946 was obtained f rom the 2 we l l s 
loca ted on the vi l lage p r o p e r t y front ing on Chicago 
Ave . a t the f i r s t a l l ey no r th of Hawley St. known as 
lot 13, b lock 3 of Ho lcomb ' s " A " . The e leva t ion 
of the ground sur face a t t h e s e we l l s i s 765t ft. 
Well No. 1 (the Wes t Well) was d r i l l e d in 1915 
to a depth of 242 ft. and is c a s e d to l i m e s t o n e at 
a depth of 235 ft. with 6 - in . p ipe , below which 
the d i a m e t e r i s 6 in . to the bo t tom. Th i s wel l i s 
loca ted about 190 ft. N. and 300 ft. E. of the S.W. 
c o r n e r of Sect ion 19, T. 44 N., R. 11 E. At the t ime 
of comple t ion of the wel l , it was pumped for a 
pe r i od of 48 h r . at a r a t e of 75 gpm. without m a -
t e r i a l l y lower ing the w a t e r l e v e l . 
In Sept . 1926 when the pump was r e m o v e d , 
the non-pumping w a t e r l eve l was r e p o r t e d to be 
40 ft. be low the pump b a s e . 
The ex i s t ing pump in s t a l l a t i on m a d e in Sept . 
1939 c o n s i s t s of: 150 ft. of 4 - i n . id . co lumn pipe; 
6- in . , 2 5 - s t a g e P o m o n a tu rb ine p u m p , S e r i e s No. 
S. U. 1030, r a t e d at 70 gpm. aga in s t 270 ft. of 
head ; 7 1/2-hp. Wes t inghouse e l e c t r i c m o t o r . 
The p u m p i s ope ra t ed da i ly and a v e r a g e s 12 h r . 
a day during the s u m m e r mon ths and 9 h r . a day 
for the ba l ance of the y e a r , or an a v e r a g e p u m p -
age of 42,000 gpd. 
A n a l y s i s of s ample (Lab . No. 107,478), c o l -
lec ted Aug. 23 , 1946 after 3 - h r . pumping at 70 
gpm. showed t h i s wa te r to have a h a r d n e s s of 12.3 
g r . pe r ga l . , a r e s i d u e of 444 p p m . , and an i r o n 
conten t of 0.1 p p m . 
Well No. 2 , the E a s t Wel l , was d r i l l e d by H e n r y 
R. Luebbe , Mundelein , and comple t ed la te in Jan . 
1930. It is located abou t 75 ft. e a s t of t h e o lder 
we l l and i s r e p o r t e d to be 285 ft. deep and to be 
c a s e d with 12- in . id . wi . pipe f r o m the su r face to 
l imes tone at a depth of 239 ft., be low which the 
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hole is 12 in . in d i a m e t e r to the b o t t o m . At the 
comple t ion of the we l l , t e s t s w e r e r e p o r t e d s h o w -
ing an in i t i a l capac i ty of s l ight ly under 125 gpm. 
and a drawdown of 57 ft. be low a non-pumping w a -
t e r l eve l of 64 ft. 
The following pump i n s t a l l a t i o n made in 1943 
is s t i l l in s e r v i c e and c o n s i s t s of: 200 ft. of 6-
in . od. c o l u m n pipe; 8 - in . , 11 - s t age P o m o n a 
( S e r i e s SC 708) t u rb ine pump r a t e d at 200 gpm. 
aga in s t 280 ft. of head ; 20 -hp . Wes t inghouse e l e c -
t r i c m o t o r . The p u m p i s o p e r a t e d dur ing the s u m -
m e r mon ths for an a v e r a g e of 12 h r . p e r day and 
for the ba l ance of the y e a r about 9 h r . da i ly . The 
a v e r a g e pumpage i s 66,000 gpd. 
Ana lys i s of s ample ( L a b . No. 107,479), c o l -
l ec ted Aug. 23 , 1946 af ter 3 - h r . pumping at 125 
gpm. showed th i s w a t e r to be of qua l i ty s i m i l a r 
to that of the w a t e r in the West We l l . 
Due to i n c r e a s i n g r e s i d e n t i a l d e m a n d s c r e a t e d 
by the growth in popula t ion, a new wel l w a s d r i l l e d 
by F r e d Kiene & S o n s , Mundele in , and comple ted 
in Ju ly , 1946. I t is loca ted b a c k of the v i l lage ha l l 
(or a p p r o x i m a t e l y 120 ft. N. and 1300 ft. E. of the 
S. E. c o r n e r of Sect ion 19). The e l eva t ion of the 
top of the cas ing is 765 t ft. 
The wel l was f i r s t d r i l l ed to a depth of 210 ft. 
and c a s e d with 10- in . id . p i p e . I t was planned to 
ex tend the depth of t h e wel l an add i t iona l 10 ft. 
and se t a s c r e e n , but b e d r o c k w a s encoun te red 
within 3 ft., and the depth of the wel l t e r m i n a t e d 
at 213 ft. and no s c r e e n was i n s t a l l e d . A 6 - h r . 
p roduct ion t e s t was m a d e af ter comple t ion of the 
we l l . When pumping at 125 gpm. , the drawdown 
was 60 ft. be low a non-pumping w a t e r l eve l of 90 
ft. be low the top of the c a s i n g . 
The following pumping equ ipment was on o r d e r 
Aug. 24, 1946: 170 ft. of 4 - i n . id . co lumn p ipe ; 
P o m o n a tu rb ine p u m p to have a r a t e d c a p a c i t y of 
125 gpm. aga in s t 305 ft. of head ; 15-hp . G e n e r a l 
E l e c t r i c m o t o r . 
LABORATORY NO. 107,478 
I l l inois Sta te Water Survey - Bul le t in No. 40 
A publ ic wa te r supply was ins ta l l ed by the 
c i ty of Naperv i l l e (5272) in 1904. 
The in i t i a l supply w a s obta ined f r o m a wel l 
d r i l l e d to a depth of 1425 ft. by the L. Wilson Well 
C o . and loca ted in the munic ipa l l ight and wate r 
p lan t about 75 ft. no r th of Jackson Ave. and 75 ft. 
e a s t of Webs te r St. ( app rox ima te ly 850 ft. N. and 
900 ft. W. of the S. E. c o r n e r of Section 13, T. 
38 N., R. 9 E . ) . 
The g round su r face e l eva t ion is 673t ft. The 
wel l was c a s e d with 12-in. pipe f r o m the su r face 
to 10 1/2 ft. followed by 10- in . pipe to a depth of 
118 ft. and a 6 1/4-in. l i ne r be tween dep ths of 
773 and 939 ft. Below the 10- in . ca s ing the wel l 
was 8 1/8 in . in d i a m e t e r to a depth of 939 ft. and 
f inished at 6 1/8-in. d i a m e t e r to the bo t tom. 
When the wel l was comple t ed the w a t e r l eve l 
w a s 45 ft. and when pumping at 79 gpm. the d r a w -
down was 20 ft. and , when pumping at 108 gpm. , 
the d rawdown was 28 ft. The wel l w a s equipped 
with an a i r lift having 254 ft . of 2 1/2-in. a i r pipe 
and d i s c h a r g e d 267 g p m . Th i s wel l furn ished t h e 
e n t i r e publ ic supply unti l s o m e t i m e in 1913 and 
w a s in s e r v i c e unt i l about 1924 when i t w a s 
abandoned, s e a l e d and c o v e r e d by the c o n c r e t e 
floor of the plant . 
A second we l l , now ca l l ed Well No. 1, w a s 
d r i l l e d to a depth of 1375 ft. in 1913 and loca ted 
about 25 ft. south and 50 ft. e a s t of the old we l l . 
The floor leve l e leva t ion is 673.4 ft. The 12- in . 
c a s ing ex tends f rom the su r f ace to bed r o c k and 
the hole w a s f inished 8- in . d i a m e t e r to the b o t -
t o m . A c o n s i d e r a b l e flow f r o m a l i m e s t o n e 
c r e v i c e at a depth of 45 ft. was r e p o r t e d when the 
wel l was d r i l l e d . The w a t e r l e v e l w a s 14 ft. be low 
the s u r f a c e . 
Th i s wel l was the p r i n c i p a l s o u r c e of the p u b -
l ic supply f r o m 1913 to 1923. In the sp r ing of 
1922, the non-pumping w a t e r l eve l w a s 26 1/2 ft. 
b e l o w t h e s u r f a c e , and the p roduc t ion was 180 g p m . 
The wel l w a s used occas iona l ly in 1924 but on May 
2, 1928 was cont r ibut ing about 1/3 of the public 
supply. At tha t t ime w a t e r was pumped by a i r 
lift having 180 ft. of a i r pipe and d i scha rg ing about 
100 gpm. On June 8, 1944 the w a t e r l eve l was 11 
ft. af ter a 2 8 - h r . idle pe r iod . The wel l was m a i n -
ta ined for s e r v i c e and wa te r was pumped o c c a s i o n -
a l ly unti l May 5, 1947. The a i r lift is s t i l l in 
p lace and the wel l ma in t a ined for e m e r g e n c y u s -
a g e . 
Two l imes tone we l l s w e r e d r i l l e d in 1923 for 
the ci ty at t h e i r plant s i te nor th of J a c k s o n Ave. 
N A P E R V I L L E 
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by A lb e r t D i e t e r , Nape rv i l l e . The f i r s t of t he se 
w e l l s , now ca l led Well No. 2 is located 65 ft. n o r t h 
and 40 ft. e a s t of Well No. 1. It was r e p o r t e d 
d r i l l ed to a depth of 101 ft. and is 12 in . in d i a -
m e t e r . The second wel l , now ca l led Well No. 3 , 
is loca ted 170 ft. no r th and 45 ft. e a s t of Well No. 
1. It was r e p o r t e d d r i l l ed to a depth of 130 ft. 
and is 12 in . in d i a m e t e r . Both we l l s w e r e 
equipped with a i r lifts having a i r p ipe s extending 
to within about a foot of the b o t t o m s of the w e l l s . 
On Oct . 25 , 1924 the combined d i s c h a r g e f r o m the 
2 we l l s w a s 250 gpm. At tha t t i m e the a i r l if ts 
w e r e o p e r a t e d about 20 h r . da i ly . On May 2, 1928 
the se 2 we l l s w e r e cont r ibu t ing about 2 /3 of the 
public w a t e r supply. Both we l l s w e r e in ac t ive 
s e r v i c e unt i l 1931. 
Well No. 2 was abandoned as a s o u r c e of s u p -
ply in 1936 and was capped and s e a l e d with c o n -
c r e t e . 
Well No. 3 w a s u s e d as an a u x i l i a r y supply 
uni t unt i l May 5, 1947. I t i s s t i l l equipped with 
a i r lift and i s he ld for e m e r g e n c y p u r p o s e s . 
Well No. 4 w a s i n s t a l l e d by the A m e r i c a n 
Wate r C o r p o r a t i o n in 1928. I t i s loca ted in the 
n o r t h e r n p a r t of the c i ty about 80 ft. e a s t of the 
c e n t e r of E a g l e St . and 310 ft. south of the c e n t e r 
of E igh th Ave. ( a p p r o x i m a t e l y 550 ft. S. and 
1100 ft. W. of the N. E. c o r n e r of Sec t ion 13). 
The e l eva t ion of the ground su r f ace is 695± ft. 
The wel l was r e p o r t e d d r i l l e d to a depth of 178 
ft. and c a s e d wi th 30 - in . pipe to l i m e s t o n e a t 
a depth of 44 ft. be low which the hole was f in -
i shed 2 4 - i n . d i a m e t e r t o the b o t t o m . Th i s c a s -
ing w a s o r ig ina l l y p e r f o r a t e d be tween dep ths of 6 
and 16 ft . to p e r m i t a c c e s s of w a t e r f rom a wa te r 
b e a r i n g g r a v e l fo rma t ion . 
After the comple t ion of the wel l a t e s t was 
m a d e on May 20, 1928. When pumping at 570 gpm. 
the d rawdown w a s 8 ft. f rom a non-pumping w a -
t e r l eve l of 8 1/2 ft. below the pump b a s e . 
Beginning in Sept . 1929, the pumping r a t e 
g radua l ly d e c r e a s e d to 390 gpm. on F e b . 1930 and 
to 345 gpm. on Jan . 1, 1931 when pumping was 
d i scon t inued . About May 1, 1931 pumping was re-
sumed at a r a t e of 350 gpm. but d ropped to 270 
gpm. by Oc t . 1 , 1931 . At tha t t ime the p e r f o r a -
t ions in the cas ing w e r e sea led with ceme nt and 
the p roduc t ion decl ined to 250 gpm. with a d r a w -
down of 48 ft. f r o m a non-pumping wa te r level of 
14 ft. below the pump b a s e . On Apr . 6, 1932 while 
pumping a t 348 gpm. the w a t e r l eve l was 51 ft. b e -
low the pump b a s e . 
2 - Naperville 
After the water treatment plant was placed in 
operation in 1936, Well No. 4 was not used because 
the water contained too much iron. On Nov. 5, 
1942 the depth of the well was found to be 179 ft. 
5 in. below the top of the pump base. At that 
time when pumping at 250 gpm. the drawdown was 
60 ft. from a non-pumping water level of 10 ft. 
The well was rehabilitated in Dec. 1943 by 
acidizing with 15% hydrochloric acid and on Dec. 
15, 1943 a production test (Table 1) showed the 
resul ts of the acidizing: 
TABLE 1 
Before the test the standing water level was 11.0 
ft. below the pump house floor. 
The pump, removed from the well in Dec. 
1943, was rebuilt for an overflow discharge and 
the existing installation, made in D e c , 1945, is : 
50 ft. of 8-in. column pipe; 12-in., 8-stage 
American Well Works turbine pump, Shop No. 
69990, having a rated capacity of 400 gpm. 
against 210 ft. of head; the overall length of the 
pump is 10 ft.; 20 ft. of 8-in. suction pipe; 60 ft. 
of 1/4-in. gi. air line; 40-hp. General Electr ic 
motor. 
Well No. 4 was in service, alternating with 
Well No. 5 to furnish the public supply, from 
. Aug. 15, 1946 to May 5, 1947. Since then the well 
has been idle but is maintained as an emergency 
supply unit. 
Well No. 5 was drilled in 1930 to a depth of 
189 1/2 ft. by the Layne-Western Co., Chicago, 
and located about 50 ft. south of the center of 
School Ave. and 250 ft. east of Huffman St. (ap-
proximately 2550 ft. N. and 1400 ft. W. of the S.E. 
corner of Section 18, T. 38 N., R. 10 E.). The e le -
vation of the top of the pump base is 695.1 ft. 
The well is cased with 30-in. wi. pipe to a depth 
of 3 1 1/2 ft. below which the hole is 24-in. dia-
meter to the bottom. On Jan. 7, 1931 when 
pumping at an average rate of 630 gpm. against a 
pressure of 46 psi. the drawdown was 43 ft. from 
a non-pumping water level of 6 ft. below floor 
level (about 1 ft. above the g round surface). 
By 1937 the production had decreased to 460 
gpm. with a drawdown of 96 1/2 ft. from a non-
pumping water level of 10 ft. 
A capacity test was conducted on Apr. 1, 1942 
pumping to waste at ground level. Before the tes t 
the standing water level was 7 ft. 3 in. below the 
floor and when pumping at a greater rate than 
390 gpm. the water was drawn down below the suc-
tion screen, or 112 ft. below the pump base. Fol-
lowing this test the pump assembly was removed 
and cleaned after an immersion in hydrochloric 
acid. On Apr. 6, 1942 the well was acidized with 
15% Hydrochloric Acid. The acid was allowed to 
remain in the well overnight and on Apr. 7, 1942 
a test was made, pumping to waste. Before the 
test the water level was 3 ft. 9 in. below the floor, 
indicating that either there was some remaining 
pressure from the acid or that the water level had 
r isen. Table 2 shows the ra tes of pumping and the 
respective drawdowns: 
TABLE 2 
The existing pump assembly, reinstalled on 
Apr. 7, 1942, is : 79 ft. of 8-in. column pipe; 15-
in., 10-stage Layne turbine pump, No. 5692, hav-
ing a rated capacity of 600 gpm. against 170 ft. of 
head; the overall length of the pump is 7 ft. 9 in.; 
20 ft. 4 in. of 6-in. suction pipe; 5 ft. 8 in. of suc-
tion screen; 104 ft. of 1/4-in. b ra s s air line; 60-
hp. General Electric motor . 
Water level observations made throughout 
1944 showed a uniform non-pumping level of 11 1/2 
ft. below the pump base and a pumping level of 38 
to 39 ft. when Well No. 6 was idle. On June 4, 
1947 the pumping water level was 52 ft. 
This well has been the principal source of the 
public supply since it was placed in service in 
Jan., 1931. It has furnished the entire supply since 
the water softening plant was placed in operation 
on May 5, 1947. 
Analysis of a sample (Lab. No. 110,530) col-
lected June 4, 1947 after 30 days of continuous 
pumping at 560 gpm. showed this water to have a 
hardness of 26.5 gr. per gal., a residue of 513 
ppm., and an iron content of 0.2 ppm. 
Well No. 6 was drilled in Aug. 1937 to a 
depth of 202 ft. by the Layne-Western Co. The 
well is located about 160 ft. southwest of Well No. 
5, and was cased with 27-in. pipe through the un-
consolidated formation to a depth of 30 ft. below 
which the hole was 24-in. diameter through l ime-
stone formation to the bottom. On Aug. 12-13, 
1937, while pumping at 400 gpm.the drawdown was 
143 ft. from a non-pumping water level of 10 ft. 
below the top of casing: 
The existing pump installation, made in 1937, 
is: 160 ft. of 8-in. column pipe; 10-in., 5-stage 
Layne turbine pump having a rated capacity of 
400 gpm. against 165 ft. of head; the overall 
length of the pump is 4 ft. 6 in.; 15 ft. of 8-in. 
suction pipe; 25-hp. General Electr ic motor. 
The well was used as an auxiliary source of 
supply until 1939 and then maintained as an em-
ergency supply unit. In Oct., 1943, when Well No. 
5 was out of service, a production of 370 gpm. was 
obtained. On Feb. 17, 1947, the standing water 
level was 13 ft. below the pump base. Pumping 
Naperyille - 3 
was started at a rate of 450 gpm. and after 30 
min., the pump broke suction. The pumping rate 
was decreased to 350 gpm. and finally to 285 
gpm. at which rate the water level was 179 ft. be-
low the pump base. 
This well has not been in service since 1945 but 
is equipped and maintained for emergency use. 
An iron removal plant, installed in 1936, was 
removed Dec. 1, 1946. Since May 5, 1947, 80% of 
the water has been softened by Zeolite and 
blended with 20% untreated water . Analysis of a 
sample (Lab. No. 110,889), collected June 4, 1947 
showed the treated water to have a hardness of 
7.9 gr. per gal., a mineral content of 504 ppm., 
and an iron content of 0.2 ppm. All water is 
chlorinated to a residual of 0.2 ppm. 
From Aug. 1, 1943 to Aug. 1, 1945 the com-
bined metered pumpage averaged 525,000 gpd. 
which varied from a winter minimum average of 
495,000 gpd. to a summer maximum average of 
570,000 gpd. 
Correlated dr i l l e r ' s log of well drilled in 1904 furnished by the State Geological Survey: 
4 - Nape rv i l l e 
LABORATORY NO. 110,530 
Illinois State Water Survey - Bulletin No. 40 
The city of Neoga (1062) installed a public 
water supply in 1915. 
Water was obtained originally from a well 
called the South, or East Well, dug about 1915, and 
located east of East Pine St. in the alley between 
Main St. and the Toledo Road (or approximately 
190 ft. N. and 2300 ft. E. of the S. W. corner of 
Section 8, T. 10 N., R. 7 E.). The ground surface 
elevation is 655± ft. 
The well is 15 ft. in diameter , 16 ft. deep, and 
is reported to have penetrated clay to a depth of 
11 1/2 ft., and coarse gravel below that depth. 
The well walls were lined with brick and arched 
to a smaller diameter at the top. The bottom of 
the well is cupped out and is about 17 1/2 ft. be-
low the cover. (Some time later a test hole was 
drilled in the bottom to a total depth of 55 ft. by 
E. C. Baker, Sigel.). 
Correlated dr i l l e r ' s log of the South Well 
furnished by the State Geological Survey: 
When completed, the well produced 100 gpm. 
for 12 hr . The non-pumping water level was 12 
ft. 4 in. and after the pump had been operating for 
15 min., the water level was 13 ft. 5 in. Other 
wells in the vicinity were reported to have gone 
dry during this test . 
Pumping equipment consisted of a 5 1/2-in. 
by 8-in. Deming triplex pump driven by a 7 1/2-
hp. General Electric motor. 
In 1923, it was reported that sand and gravel 
had been taken out of the center, and that a brick 
curb, 4 ft. high and about 4 ft. in diameter had 
been placed in the bottom of the well. In 1923, it 
was reported that the pump was operated at 37-38 
rpm. and that when pumping at an estimated rate 
of 72 gpm. for 45 min., the drawdown was 2 ft. 
2 1/2 in. from a non-pumping water level of 15 ft. 
7 in. below the bottom of the cover. 
In 1928, it was reported that the well produced 
about 80 gpm., and that the non-pumping water 
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level was 15.18 ft. In 1931, the well was deepened 
to 28 ft., with the newly constructed portion 10 ft. 
in diameter. 
The pumping equipment has been removed from 
the well and on June 4, 1948, the water level was 5 
ft. below the well cover. 
Analysis of a sample (Lab. No. 83707) collected 
Aug. 10, 1938, showed the water to have a hardness 
of 23.1 gr. per gal., a residue of 657 ppm., and an 
iron content of 1.9 ppm. 
In 1918,3 test wells were drilled north of the 
high school, about 1/2 block east of the eastern 
l imits of the village. 
The North Well was dug in 1922 by Mr. Kirk -
endall, and is located on the south side of the 
Nickle Plate R. R. about 1 mile northeast of the 
center of the village (or approximately 2200 ft. 
N. and 1950 ft. W. of the S. E. corner of Section 
8). The ground surface elevation is 650± ft. This 
location is about 450 ft. northeast of the northern-
most of the test wells, which were drilled before 
this well. 
The well was dug 7 ft. 4 in. in diameter to a 
depth of 20 ft. and was lined with brick. A test 
hole was then drilled to a water-bearing sand at 
a depth of about 30 ft. and cased with 4-in. pipe. 
In 1923, the lower hole was enlarged and an old 
screen, 2 ft. in diameter, was placed as a cas -
ing. 
In 1923, after pumping at a rate of 68 gpm. for 
13/4 hr . , the drawdown was 8 ft. 8 in. from a non-
pumping water level of 11 ft. 1 1/2 in. below the 
ground surface, and the pump was drawing some 
ai r . 
This well was first equipped with the 5-in. by 
8-in. Deming triplex pump, originally installed in 
the South Well. The pump is sti l l in place, s e rv -
ing as an emergency unit. 
The pump installation, made in Dec. 1946, con-
sists of 24 ft. of 4-in. column pipe; 6-in., 13-stage 
Deming turbine pump, No. T 7371 having a rated 
capacity of 100 gpm. against 200 ft. of head; 1 ft. 
tapered strainer; 7 1/2-hp. U. S. electric motor. 
Analysis of a sample (Lab. No. 114,926) col-
lected June 4, 1948 after 4-hr . pumping at 75 
gpm. showed the water to have a hardness of 
18.0 gr. per gal., a residue of 547 ppm., and an 
iron content of 1.5 ppm. 
2 - Neoga 
All water is treated for iron removal, soften-
ed and chlorinated. 
Analysis of a sample (Lab. No. 115,177) col-
lected June 4, 1948 showed the treated water to 
have a hardness of 4.7 gr. per gal., a mineral 
content of 586 ppm., and an iron content of 0.16 
ppm. 
In the summer of 1930, E. C. Baker, drilled 
several test holes at various locations in the vi l -
lage. No additional sources of supply were lo-
cated. From Mar. 13, 1948 to June 4, 1948, m e -
tered pumpage averaged 50,000 gpd. 
LABORATORY NO. 114,926 
LABORATORY NO. 115,177 
I l l ino is State Water Su rvey - Bul le t in No. 40 
About 1890, seven 2 - in . w e l l s w e r e d r i l l ed in 
the dr i f t fo rmat ion for the v i l lage of Neponse t t 
(520). The we l l s w e r e loca ted in v a r i o u s n e i g h b o r -
hoods so as to be ava i l ab le to as m a n y people as 
p o s s i b l e . A few r e s i d e n c e s had w a t e r piped into 
t he i r h o m e s , but m a n y c a r r i e d w a t e r f r o m the 
w e l l s . 
In 1945, L. E. Swear ingen , Neponse t t , d r i l l e d a 
wel l for the g r a d e school , loca ted 500 ft. N. and 
1300 ft. E. of t h e S. E. c o r n e r of Sect ion 10, T. 15 
N . , R. 6 E. The wel l is 181 ft. deep and c a s e d to 
r o c k a t a p p r o x i m a t e l y 48 ft. The w a t e r l eve l was 
18 ft., and , dur ing a b a i l e r t e s t by the d r i l l e r 
when bai l ing at a r a t e of 11 1/2 gpm. , the d r a w -
down was r e p o r t e d to be 32 ft. T h i s wel l i s no 
longer u s e d . 
In June 1946, an e l e c t r i c a l e a r t h r e s i s t i v i t y 
s u r v e y was m a d e by the State Geologica l Survey . 
The s u r v e y extended ove r an a r e a 3 m i l e s in a l l 
d i r e c t i o n s f r o m the v i l l a g e . 
Well No . 1 was comple ted at a depth of 830 ft. 
i n F e b r u a r y 1948 by P e e r l e s s S e r v i c e C o . , Or ion , 
and loca ted 15 ft. nor th of the v i l l age ha l l (or a p -
p r o x i m a t e l y 1240 ft. N. and 2235 ft. E. of the 
S .W. c o r n e r of Sect ion 10). The g r o u n d e leva t ion 
at the w e l l - s i t e is 830± ft. 
A p roduc t ion t e s t was made by the State Water 
Survey on F e b r u a r y 3 -4 , 1948. F o r t e s t p u r p o s e s 
the pumping a s s e m b l y cons i s t ed of 440 ft. of 3- in . 
co lumn pipe; P e e r l e s s Hi -L i f t pump and suct ion 
p ipe . The t o t a l length to the bo t tom of the s u c -
t ion pipe was 450 ft. The 1/4-in. copper tubing 
a i r l ine was 450 ft. long. The s t a t i c wa te r l eve l 
w a s 276 ft. below the su r f ace and after 2 4 - h r . 
pumping at 193 g p m . the drawdown was 119 ft. 
T h r e e h o u r s after s topping the pump , the w a t e r 
l eve l r e t u r n e d to the o r ig ina l s t a t i c l eve l . P u m p -
ing was r e s u m e d at 18 1/2 g p m . and after 1 3 / 4 -
h o u r s pumping the d rawdown was 122 ft. F o r t y -
five minu t e s af ter stopping the pump the wa te r 
l eve l r e t u r n e d to 276 ft. 
Ana lys i s of a s amp le (Lab . No. 113,401), c o l -
NEPONSETT 
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lec ted F e b . 4, 1948 af ter 20 1/2-hr. pumping 
showed th i s wa te r to have a h a r d n e s s of 8.0 g r . 
pe r ga l . , a r e s i d u e of 699 p p m . , and an i r o n c o n -
ten t of 3.7 p p m . 
S a m p l e - s t u d y log of Well No. 1 furn ished by the 
State Geo log ica l Survey : 
The hole and cas ing d i a m e t e r r e c o r d i s shown 
in Table 1. 
TABLE 1 
Hole R e c o r d 
14- in . f r o m 0 to 70 ft. 
12- in . f r o m 70 to 195 ft. 
10- in . f r o m 195 to 453 ft. 
8 - in . f r o m 453 to 525 ft. 
6 - in . f r o m 525 to 830 ft. 
Cas ing R e c o r d 
12- in . f r o m 0 to 70 ft. 
10- in . f r o m 0 to 195 ft. 
8- in . f r o m 178 to 453 ft. 
6 - in . f r o m 428 to 608 ft. 
2 - Neponse t t 
LABORATORY NO. 113,401 
Illinois State Water Survey - Bulletin No. 40 
The village of New Baden (1176) installed a 
public water supply in 1911. 
Water was obtained originally from a well 
owned by the New Baden Milling Co., and located 
about 200 ft. west of the Southern R. R. station and 
120 ft. north of the main track (or approximately 
2550 ft. S. and 970 ft. E. of the N. W. corner of 
Section 18, T. 1 N., R. 5 W.). The well was pur -
chasee by the village in 1934 and has sincebeen 
called Mill Well. 
This well was reported to be less than 8 in. 
in diameter and about 225 ft. original depth. 
The pump installation, made in Mar. 1947, 
consists of: 160 ft. of 3-in. column pipe; 6-in., 
21-stage Pomona turbine pump, No. SH 821, rated 
at 30 gpm. against 300 ft. of head, the overall 
length of the pumpis 86 3/4 in.; 30 ft. of 3-in. suc-
tion pipe; unknown length of air line; 5-hp. General 
Electric motor. 
In Mar. 1947 the water level was 160 ft. below 
the pump base, after one month of non-pumping. 
In Apr. 1948, the pump was operated 24 hr . daily 
at an average metered discharge of 6 1/2 gpm. 
It was planned to remove some obstructions in the 
bottom of the well and clean out the well to its 
original depth. The pump would then be set at a 
lower level. 
Analysis of a sample (Lab. No. 113,937) col-
lected Mar. 24, 1948 showed this water to have a 
hardness of 0.8 gr. per gal., a residue of 1256 
ppm. and an iron content of 0.1 ppm. 
A well was drilled for the village in 1921 at a 
location about 100 ft. north of the Southern R. R. 
and 700 ft. west of the depot, near the south-
western limits of the village (or approximately 
2570 ft. S. and 270 ft. E. of the N. W. corner of 
Section 18). This well was 217 ft. 10 in. in depth 
below a ground surface elevation of 458t ft. 
The well was 8 in. in diameter, cased to rock 
at a depth of about 60 ft., and was reported to 
terminate in a. stratum of sandstone about 20 ft. 
thick. 
It was reported in 1927 that the non-pumping 
water level was about 100 ft., and that the pump 
discharged about 7 gpm. 
The well was " s h o t " in 1931 but this did not 
improve the yield, which later became so small 
that the well was abandoned in 1934. The well is 
capped. 
NEW BADEN 
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Analysis of a sample (Lab. No. 60793) col-
lected Dec. 9, 1927, showed the water to have a 
hardness of 1.3 gr. per gal., a residue of 1356 
ppm., and an iron content of 0.1 ppm. 
A well now called New Well was drilled in 
1934 to a depth of 279 ft. by C. W. Haverstick, 
DeSoto, Mo., and located on the lot with the e l e -
vated tank about 75 ft. east of Straus St. between 
Hanover and Main St. (or approximately 1100 ft. 
S. and 1775 ft. E. of the N. W. corner of Section 
18). 
The well was measured 240 ft. deep on Nov. 
11, 1947 and was cased to rock with 12-in. pipe 
below which the hole diameter was 8 in. The 
dri l ler reported that sand rock was encountered 
between the depths of 96 and 279 ft. 
Pumping equipment consists of: A Deming 
2 1/2-in. cylinder pump No. 3904A, attached to 
240 ft. of drop pipe; the pump has a 14-in. stroke 
and is operated at 38 spm.; 10-hp. General E lec -
tr ic motor. The pump and motor are set in a pit 
4 ft. below the ground surface. 
In 1934, the well produced between 15 and 18 
gpm. In 1944, the non-pumping water level was 
reported to be about 100 ft. below the ground su r -
face. In Mar. 1948 the pump was operated 24 hr . 
daily at a rate of nearly 12 gpm. 
Analysis of a sample (Lab. No. 83711) col-
lected June 17, 1938, showed the water to have a 
hardness of 1.1 gr. per gal., a residue of 1160 
ppm., and an iron content of .06 ppm. 
Well No. 3, called Baer Well, was drilled in 
1947 to a depth of 255 ft. by Charles S. Wise, St. 
Louis, Mo., at a location about 50 ft. north of the 
center of Third St. at the north end of Spelser St. 
(or approximately 150 ft. S. and 375 ft. E. of the 
N. W. corner of Section 18). The ground surface 
elevation at the well site surface is 465± ft. 
Corre'lated d r i l l e r ' s log of Well No. 3 furnished 
by the State Geological Survey: 
2 - New Baden 
The well was cased with 13-in. od. steel pipe 
from the surface to 48 ft., and with 10-in. steel 
pipe from the surface to 167 ft., below which the 
hole was 10 in. in diameter. The well was reported 
to have been " sho t " , with 20 quarts of n i t ro-
glycerine, in the sandstone. 
When tested, the well produced 10 gpm. for 4 
hr . with a drawdown of 103 ft. from a non-pumping 
water level of 147 ft. below the ground surface. On 
Mar. 23, 1948 the water level was 175 ft. below 
the pump base and after 1-hr. pumping at an aver-
age metered rate of 17 gpm. the water was drawn 
down below the air line. ' 
The pumping equipment consists of 210 ft. of 
3-in. column pipe; 6-in. 24-stage Pomona turbine 
pump, No. S H 3020, rated at 30 gpm. against 254 
ft. of head; overall length of pump is 97 5/8-in.; 
unknown length of air line; 30 ft. of 3-in. suction 
pipe; 5-hp. General Electr ic motor. 
Analysis of a sample (Lab. No. 113,939) col-
lected Mar. 23, 1948, after 15-min. pumping at 
17 gpm., showed this water to have a hardness of 
1.3 gr. per gal., a residue of 1091 ppm., and an 
iron content of 0.1 ppm. 
Pumpage for 1948 was estimated to average 
35,000 gpd. 
LABORATORY NO. 113,937 
LABORATORY NO. 113,939 
Illinois State Water Survey - Bulletin No. 40 
The village of New Haven (695) installed a 
public water supply in 1946. 
Water is obtained from three gravel wells, 
owned by the Texas Co., and constructed in 1941 
by the Air Made Well Co., Kansas City, Mo. The 
wells are identical in construction and have an 
average depth of 60 ft., varying from 58 to 62 ft., 
according to the topography of the site. The ma-
ter ia l penetrated was reported as: soil and clay 
from the surface to a depth of 12 ft. followed by 
water-bearing gravel to the top of another clay 
formation. There is no local record available of 
their productive capacities but it was estimated 
from partial pumping tests that each well was 
capable of producing 500 gpm. under simultaneous 
pumping operations with no appreciable draw-
down. 
Well No. 1 is located about 2000 ft. N. and 
250 ft. E. of the S. W. corner of Section 21, T. 7 
S., R. 10 E. ,and Well No. 2 is located 420 ft. east 
of Well No. 1; and Well No. 3 is 320 ft. east of Well 
No. 2. 
An outer casing, 40 in. in diameter, was driven 
to the bottom; an inner steel welded casing 16 in. in 
diameter with 10 ft. of 12 1/2-in. id. slotted con-
crete pipe at the bottom was then installed, and 
the annular space packed with No. 2 gravel. The 
outer casing was pulled to the clay line and cut 
off 4 ft. below the ground surface and a concrete 
pit was constructed. The 16-in. casing extends 
about 1 ft. above ground surface where a sealed 
connection is made to a reduced steel column 
pipe which houses the pump shaft above ground. 
A Buda gasoline motor and a Johnson right angle 
gear drive are mounted on a platform supported 
by a steel tower 30 ft. above ground level, or 3 ft. 
above the 1937 high water mark. 
Each well is equipped with a 32-stage Pomona 
NEW HAVEN 
Gallatin County 
Feb. 29, 1948 
turbine pump designed to pump against 300 psi . 
Water levels in the well fluctuate with the 
r i se and fall of the Wabash River. A non-pump-
ing water level of 16 1/2 ft. below the surface 
with a 10-ft. drawdown have been observed during 
low r iver stage conditions. It was reported that 
pumping at a rate of 200 gpm. on one occasion 
failed to show any drawdown. 
Difficulties are being experienced with fine 
sand entering the wells which is decreasing their 
productive capacities. The concrete perforated 
pipe in Well No. 3 collapsed when under the com-
pression of flood waters anda ser ies of holes were 
shot through the bottom of the 16-in. steel casing. 
The well was then tested by air pressure and was 
estimated to produce 300 gpm. 
Analysis of a sample (Lab. No. 113,566), col-
lected Feb. 21, 1948 from Well No. 2 after 3-hr. 
pumping at 100 gpm. showed this water to have a 
hardness of 18.0 gr. per gal., a residue of 335 
ppm., and an iron content of 2.6 ppm. 
Water is pumped through a 28.-mile pipe line 
to a storage reservoir at the Texas Co. oil r e -
fining plant at Hoodville, where it is t reated. Wa-
ter for New Haven is softened by the village and 
blended with raw water for consumption. 
Analysis of a sample (Lab. No. 114,104), col-
lected Feb. 20, 1948, showed the treated water to 
have a hardness of 6.9 gr. per gal., a mineral 
content of 329 ppm., and an iron content of 1.9 
ppm. 
Total pumpage is estimated to average 144,000 
gpd. 
The village consumption averages about 7500 
gpd. 
LABORATORY NO. 113,566 
2 - New Haven 
LABORATORY NO. 114,104 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
village of New Holland (336) in 1908. 
Water was obtained from a well now known as 
South Well located on Lincoln St., between Vine 
and Mason St., (or approximately 1000 ft. N. and 
600 ft. W. of the S. E. corner of Section 18, T. 20 
N., R. 4 W.). The well is 72 ft. deep below a 
ground elevation of 545t ft., and cased with 6-in. 
pipe from the surface to 60 ft. and with a Cook 
screen from 60 to 70 ft. The upper 5 ft. of the 
screen has No. 14 slot openings and the lower 5 ft. 
has No. 24 slot openings. 
The pumping equipment is identical to that in 
the North Well. 
The well was repaired in 1931, when the well 
was deepened from 70 to 72 ft. and a screen was 
installed similar to the screen in the North Well. 
The water quality is of similar character to that 
obtained from the North Well. 
The North Well was drilled in 1931 to a depth 
of 74 ft. by Rufus Rush, Stanford, and located 6 ft. 
north of the South Well. The well was cased with 
64 ft. of 6-in. pipe and 10 ft. of screen, the upper 
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5 ft. of the screen having No. 14 slot openings and 
the lower 5 ft. having No. 24 slot openings. On 
Feb. 1, 1931, when the well was completed, the 
depth to water was 34 ft. below the ground level. 
The well is equipped with 54 ft. of 4 1/2-in. 
column pipe; Gould double-acting 4 1/4-in. id. 
cylinder pump, 5 ft. long; and having a 24-in. 
stroke; 14 ft. of 3-in. suction pipe. Both well 
pumps have a common shaft belt-driven by a 10-
hp., 1165 rpm. Century electr ic motor, No. 
143540. 
Analysis of a sample (Lab. No. 115,830), col-
lected Sept. 15, 1948 after 25-min. pumping in 
both wells showed the water from the North Well 
to have a hardness of 32.6 gr. per gal., a residue 
of 708 ppm., and an iron content of 0.3 ppm. 
From Aug. 14 to 24, 1948, the pumps and 
s t ra iners , in both wells, were pulled, cleaned 
and overhauled. Both pumps are now operated at 
a speed of 16 1/2 spm. and each pump d i s -
charges about 40 gpm. The pumps are in daily 
service. 
Pumpage is estimated to average 15,000 gpd. 
LABORATORY NO. 115,830 
I l l inois Sta te Wate r Survey - Bul le t in No. 40 
New Lenox ( E s t . 1200) was i n c o r p o r a t e d as a 
v i l lage on Aug. 20, 1946. 
The v i l lage does not have a public w a t e r s u p -
ply s y s t e m . P r i v a t e wel l s supply r e s i d e n t i a l and 
b u s i n e s s d e m a n d s . A su rvey of t h e s e w e l l s , m a d e 
in 1943, r e p o r t s a to ta l n u m b e r of 266 we l l s in the 
a r e a . T h e s e we l l s r ange in depth f r o m 47 to 86 
ft. and a r e 4 to 5 in . in d i a m e t e r . All wel l s p e n e -
t r a t e w a t e r - b e a r i n g l ime stone and have product ion 
c a p a c i t i e s of 5 to 10 gpm. Non-pumping w a t e r 
l e v e l s v a r y with the topography of the ground and 
a r e about 10 to 38 ft. below the ground s u r f a c e . 
The p a r t of New Lenox loca ted in the nor th 
po r t i ons of Sec t ions 21 and 22 which is known as 
the A r t h u r T . Mcintosh Co . addi t ion , i s s e r v e d 
by a communi ty wa te r supply s y s t e m . The s o u r c e 
of t h i s w a t e r supply is a 378-ft . we l l d r i l l ed in 
1932 by H e n r y Boysen , J r . , L i b e r t y v i l l e , for 
Ar thu r T . Mcintosh Co . I t i s l ea sed and o p e r a t e d 
by the Suburban Wate r C o . and s e r v e s about 140 
c u s t o m e r s . The wel l is loca ted about 2600 ft. S. 
and 270 ft. W. of the N. E. c o r n e r of Sect ion 2 1 , 
T. 35 N. , R. 11 W. The e leva t ion of the ground 
s u r f a c e is 703± ft. 
The following in fo rmat ion was furnished by 
the d r i l l e r : the wel l i s c a s e d with 12- in . pipe 
f rom the su r f ace to a depth of 67 ft. where it is 
sea ted in l i m e s t o n e and below which the hole i s 
12 in . in d i a m e t e r through the l ime s tone ending in 
a l aye r of f ine , b l ack g r ave l below the l imes tone 
at a depth of 378ft . W a t e r - b e a r i n g c r e v i c e s w e r e 
encoun te red at dep ths of 179 and 276 ft. , and a th in 
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s t r e a k of sha le at a depth of 300 ft. 
After comple t ion of d r i l l ing the d i s t ance to w a -
t e r was 41 ft. be low the s u r f a c e , and the wel l was 
t e s t ed by pumping for 8 h r . a t a r a t e of 60 g p m . 
The drawdown w a s not d e t e r m i n e d . When the pump 
w a s pul led and overhau led in 1942, the d i s t ance to 
w a t e r was 40.8 ft. be low the pump b a s e . 
On Jan . 8 , 1948, the w a t e r l e v e l was 42.8 ft. 
a f te r the pump had b e e n out s e v e r a l d a y s . On Nov. 
22, 1948 af te r 3 5 - m i n . non-pumping the w a t e r l e -
ve l was 53 ft. and af ter 8 -min . pumping the d r a w -
down was 103 ft. 
The following pump i n s t a l l a t i o n was in s e r v -
ice on Oct . 29, 1946: 230 ft. of 4 - i n . id . s c r e w e d 
co lumn pipe; 6 - in . , 6 - s t age A m e r i c a n Well Works 
tu rb ine p u m p , Shop No. 57629, having a r e p o r t e d 
d e l i v e r y of 65 gpm. unde r ex i s t ing ope ra t ing c o n -
d i t ions ; 230 ft. of a i r l ine (180 ft. p laced in 1942 
and 50 ft. of old line p l aced in 1937); 20 ft. of 
3 1/2-in. id . suct ion p ipe; 15 -hp . U. S. e l e c t r i c 
m o t o r . 
Ana lys i s of a s a m p l e (Lab . No. 108,175), c o l -
lec ted Oct . 29, 1946 af ter 1 0 - m i n . pumping at an 
e s t i m a t e d r a t e of 65 g p m . , showed th i s w a t e r to 
have a to ta l h a r d n e s s of 36.4 g r . p e r ga l . , a r e s i -
due of 842 p p m . , and an i r o n conten t of 1.7 p p m . 
The e s t i m a t e d a v e r a g e pumpage i s 20,000 gpd. 
Water i s ch lo r ina t ed some of the t i m e . 
LABORATORY NO. 108,175 
I l l ino i s State Water Survey - Bul le t in No. 40 
A public w a t e r supply w a s i n s t a l l ed by the 
c i ty of Newman (1103) in 1934. 
Well No. 1 was d r i l l ed to a depth of 122 ft. by 
C. W. M c A l l i s t e r , C h r i s m a n , in 1932 and loca ted 
a t the sou theas t c o r n e r of Broadway and Mathe r 
St . (or a p p r o x i m a t e l y 2270 ft. N. and 2440 ft. W. 
of the S. E. c o r n e r of Sect ion 3 1 , T. 16 N . , R. 
14 W.). The wel l was f i r s t c a s e d with 8- in . b lank 
p ipe , without any s c r e e n , to the bo t tom of the ho le . 
The top of the cas ing was s u r r o u n d e d by a su r f ace 
we l l , about 20 ft. d eep . 
A p roduc t ion t e s t was m a d e by the State Water 
Survey on July 28, 1933. The non-pumping w a t e r 
l eve l was 16 ft. below the s idewalk l eve l . After 
pumping a t 37 gpm. for s e v e r a l h o u r s with c o n -
s i d e r a b l e fine sand being pumped , the pump was 
r e m o v e d . Seven feet of fine sand had co l lec ted 
in the b o t t o m of the we l l . After r e m o v a l of the 
sand , pumping was r e s u m e d at 35.4 g p m . with a 
drawdown of 23 ft. After one -hou r pumping , the 
r a t e d ropped to 30 gpm. but with the s a m e d r a w -
down. The pumping a p p a r a t u s was r e m o v e d and 
i t was found tha t sand had a c c u m u l a t e d 7 ft. deep 
in the bo t t om of the we l l . F i n e sand had been d i s -
c h a r g e d dur ing the e n t i r e pumping p e r i o d . 
In 1934, the wel l was deepened to 127 ft. and 
equipped with 9 ft. of 8- in . Cook s c r e e n , with No. 
30 s lo t open ings . The w a t e r l eve l a t tha t t i m e 
was at 21 ft. and when pumping at 28 gpm. , the 
d rawdown was 75 ft. 
The well w a s abandoned. 
A n a l y s i s of a s amp le (Lab . No. 75,205) c o l -
lec ted Oct . 27, 1934 showed t h i s w a t e r to have a 
h a r d n e s s of 17.7 g r . p e r g a l . , a r e s i d u e of 1161 
p p m . , and an i r o n content of 3.0 p p m . 
Well No. 2 w a s d r i l l e d to a depth of 143 ft. in 
Jan . 1935 by G e o r g e M e i s t e r , T u s c o l a , and located 
about 6 b locks w e s t o f Well No. 1 (or a p p r o x i m a t e l y 
2100 ft. N. and 950 ft. E. of the S. W. c o r n e r of 
Sect ion 31). The e leva t ion of the g round su r face 
is 647± ft. 
The wel l was c a s e d with 8- in . pipe f r o m 1 1/2 
ft. above to 131 ft. below ground l eve l , and with an 
8- in . Cook s c r e e n , f r o m 131 to 143 ft. The upper 
4 ft. of the s c r e e n had No. 20 s lo t openings and the 
lower 8 ft. had No. 30 s l o t s . 
A p roduc t ion t e s t was m a d e by the State Wate r 
Survey on Jan . 18, 1935 us ing a t e s t t u rb ine pump 
with the bo t t om at 112 1/2 ft. and the bo t tom of 
the suc t ion pipe at 132 1/2 ft. The non-pumping 
NEWMAN 
Douglas County 
June 14, 1948 
w a t e r l eve l w a s 34 ft. be low the top of the c a s i n g . 
Pumping was s t a r t e d at a r a t e of 155 gpm. and 
af te r 40 m i n u t e s , the p roduc t ion r a t e g r a d u a l l y 
d e c r e a s e d to 115 gpm. with a pumping wa te r 
level at 88 ft. 8 in . be low the top of the we l l . The 
pump then cont inued o p e r a t i n g , but p roduced no 
w a t e r for about one m i n u t e . After s e v e r a l cyc l e s 
of 15 or 2 0 - m i n u t e p e r i o d s of pumping and n o n -
pumping i t was d e t e r m i n e d tha t the pump b e c a m e 
g a s - l o c k e d . Any pumping in e x c e s s of 75 gpm. 
w a s difficult . 
C o r r e l a t e d d r i l l e r ' s log of Well No. 2 furn ished 
by the State Geolog ica l Survey: 
The following pump equipment was i n s t a l l ed : 
120 ft. of 5 - in . co lumn pipe; 7 - in . , 9 - s t a g e F a i r -
b a n k s - M o r s e tu rb ine p u m p , No. 29284, r a t e d a t 
100 gpm. ; 7 1/2-hp. F a i r b a n k s - M o r s e e l e c t r i c 
mo to r ; a i r l ine of unknown leng th . 
On Oct . 26, 1943, the non-pumping wa te r l e -
v e l , af ter a f ive -minu te qu ie t p e r i o d , was 45 ft. 
and af ter 1 1/2-hr. pumping , the drawdown was 
26 ft. After 1 0 - h r . pumping , the r a t e d e c r e a s e d 
to 5 to 10 gpm. On June 14, 1948 af ter cont inuous 
pumping at an e s t i m a t e d r a t e of 25 g p m . , the w a -
t e r l eve l was 43 ft. above the b o t t o m of the a i r 
l i ne . 
Ana lys i s of a s a m p l e (Lab . No. 118,843) c o l -
lec ted July 15, 1949 showed t h i s w a t e r to have a 
h a r d n e s s of 14.9 g r . pe r g a l . , a r e s i d u e of 1162 
p p m . , and an i r o n content of 3.9 p p m . The w a t e r 
h a s a m e t h a n e content of 12.3 cu . ft. pe r 1000 ga l . 
All w a t e r i s a e r a t e d , softened and c h l o r i n a t e d . 
Ana lys i s of a s a m p l e (Lab . No. 118,848) co l lec ted 
July 15, 1949 showed the t r e a t e d w a t e r to have a 
h a r d n e s s of 8.4 g r . pe r ga l . , a m i n e r a l content of 
1110 p p m . , and an i r o n content of 0.6 p p m . 
In M a r . 1947, a wel l w a s d r i l l e d to a depth of 
250 ft. by H e n r y M e i s t e r , T u s c o l a , and loca ted 
2020 ft. N. and 100 ft. E. of the S. W. c o r n e r of 
2 - Newman 
Section 31 . The drilling encountered very fine 
sand between 130 and 145 ft. and between 200 and 
220 ft. The well was cased with 150 ft. of 10-in. 
pipe and 11 ft. of screen having No. 20 slot open-
ings. 
The following morning the well was two-thirds 
full of sand and no pumping was done. The casing 
and screen were pulled and the well abandoned. 
On June 14, 1948, the water level was 28 ft. be-
low ground level. 
Pumpage for the city is estimated to average 
36,000 gpd. 
LABORATORY NO. 118,843 
LABORATORY NO. 118,848 
Illinois State Water Survey - Bulletin No. 40 
The installation of a public water supply for 
the village of New Windsor (517) was started in 
1924. 
A well was drilled by Sewell Well Co., St. 
Louis, near the northwest corner of Third and 
Main St. (or approximately 1070 ft. S. and 1225 ft. 
W. of the N. E. corner of Section 13, T. 14 N., 
R. 1 W.). The well was drilled to a depth of 546 
ft. below a ground elevation of 810± ft., and was 
cased from the surface with 144 ft. 2 in. of 10-in. 
pipe of which 66 ft. was wrought iron; and also 
cased from the surface with 402 ft. of 8-in. Byers 
wrought iron pipe weighing 24 lb. per ft. 
Sample-study log of well drilled in 1924 furnished 
by the State Geological Survey: 
NEW WINDSOR 
Mercer County 
Nov. 8, 1946 
During drilling operations, no water was en-
countered below sand and gravel until a depth of 
462 ft. was reached. The flow increased, and 
drilling was stopped at a depth of 546 ft. 
When the well was completed, the water level 
was 236 ft. below the ground surface. The well 
was tested on April 9 and 10, 1924 with a single-
acting deep-well pump which was operated by the 
walking beam of the pump r ig. The 5-in. by 18-
in. cylinder was set at a depth of 257 ft. and 22 
ft. of suction pipe was attached. The water level 
before the test was 228 ft. During the first hour, 
the pumping rate averaged 100 gpm., and after-
wards, the rate averaged 85 gpm. No air was 
drawn into the cylinder. The pump was operated 
at high speed, and at 22 hr . a broken rod ended 
the test . In 1934 the non-pumping water level 
was 309 ft. 
In 1942 the full capacity of the pump could be 
obtained for only 5 min. at a t ime. The pump cyl-
inder was lowered from a depth of 257 ft. to 311 
ft. 
The pumping equipment now consists of 311 
ft. of 6-in. column pipe; A. D. Cook deep-well 
double-acting pump, No. 1771, with 18-in. stroke 
and rated at 75 gpm.; 15 ft. of suction pipe; 15-
hp., 860-rpm. Northwestern electr ic motor. 
Analysis of a sample (Lab. No. 108,247), col-
lected Nov. 8, 1946, showed this water to have a 
hardness of 21.4 gr. per gal., a residue of 444 
ppm., and an iron content of 0.5 ppm. 
The water is not t reated. 
Pumpage is estimated at 10,000 gpd. 
LABORATORY NO. 108,247 
Illinois State Water Survey - Bulletin No. 40 
A public water supply for the village of Niantic 
(625) was installed in 1941. 
After a resistivity survey was made by the 
State Geological Survey in 1941, a 4-in. tes t well 
was drilled to a depth of 72 ft. by Hayes & Sims, 
Champaign, and located one-half mile north of 
town. A production test was made by the State 
Water Survey and a specific capacity of 64 gpm. 
per foot of drawdown was determined. 
A permanent well was completed in May 1941 
to a depth of 47 1/2 ft. and located about 30 ft. 
southwest of the test well site (or approximately 
1580 ft. N. and 40 ft. W. of the S. E. corner of 
Section 2, T. 16 N., R. 1W.). The elevation of 
the ground surface is 595i ft. 
Correlated dr i l l e r ' s log of well completed in 1941 
furnished by the State Geological Survey: 
The well was cased with 8-in. pipe from 2 ft. 
8 in. above to 38 ft. 10 in. below the ground sur-
face. An 8-in. Johnson b ras s screen, 10 ft. 10 1/2 
in. long and having No. 35 slot openings, was 
placed with the bottom of the screen at 48 ft. 
NIANTIC 
Macon County 
Aug. 28, 1948 
A production test was made on June 2, 1941 
by the State Water Survey, using for temporary 
test pumping a small gasoline motor-driven deep-
well centrifugal pump. Before the test the water 
level was 5 1/2 ft. below ground level. After 
2 1/2-hr. pumping at 41 gpm. the drawdown was 
2 ft., and after an additional 2-hr. pumping at 59 
gpm. the drawdown was 3 ft. and after a further 
pumping period of 3 1/2 hr . at 90 gpm. the draw-
down was 4 1/2 ft. After stopping the pump, the 
water level returned in 30 seconds to within 4 in. 
of the starting level. 
The pump assembly includes a Fairbanks-
Morse turbine pump, No. 13558, and a 2-hp. e lec-
t r ic motor. 
On Aug. 23, 1948 after several hours of non-
pumping, the air line altitude gauge read 30 ft. 
and after 5-min. pumping, the gauge read 27 ft. 
Analysis of a sample (Lab. No. 115,663) col-
lected Aug. 23, 1948 after pumping for 5 min. 
showed this water to have a hardness of 16.9 gr. 
per gal., a residue of 349 ppm., and an iron con-
tent of 2.7 ppm. 
All water is aerated, filtered and softened. 
Analysis of a sample (Lab. No. 115,788) collected 
Aug. 23, 1948 showed the treated water to have a 
hardness of 11.0 gr. per gal., a mineral content 
of 329 ppm., and an iron content of 0.04 ppm. 
From Aug. 1, 1947 to Aug. 1, 1948 the pump-
age averaged 18,380 gpd. 
LABORATORY NO. 115,663 
LABORATORY NO. 115,788 
I l l inois S ta te Water Survey - Bul le t in No. 40 
The v i l l age of Noble (855) is ins ta l l ing a 
publ ic w a t e r s y s t e m . 
A t e s t wel l w a s d r i l l e d in 1941 by Schne ider 
and Gwin, S a l e m , at a loca t ion 80 ft. south of the 
c e n t e r of U. S. Highway No. 50, at E a s t Second 
St. (or a p p r o x i m a t e l y 100 ft. S. and 1300 ft. E. of 
the N. W. c o r n e r of Sect ion 16, T. 3 N . , R. 9 E . ) . 
The ground su r f ace e leva t ion is 471± ft. 
The wel l was cased with 10- in . pipe f r o m the 
su r f ace to 40 ft. and with 8- in . pipe f r o m 40 to 95 
ft. , below which the hole was 6 in . in d i a m e t e r . 
The wel l was f i r s t d r i l l e d in 105 ft., but a 
b a i l e r t e s t showed a p roduc t ion of only 6 g p m . , 
so dr i l l ing w a s cont inued to a to t a l depth of 245 
ft. 
A product ion t e s t was m a d e by the State Wa-
t e r Survey on F e b . 17, 1941. F o r t e s t p u r p o s e s , 
the wel l was equipped with an a i r lift extending 
to a depth of 220 ft. The wel l p roduced 14 g p m . 
with a drawdown of 115 ft. be low a non-pumping 
w a t e r l eve l of 18 ft. be low the ground s u r f a c e . 
A n a l y s i s of a s ample ( L a b . No. 89871) c o l -
l ec t ed af ter 4 - h r . pumping on F e b . 17, 1941, 
showed the w a t e r to have a h a r d n e s s of 10.7 g r . 
p e r ga l . , a r e s i d u e of 4140 p p m . , and an i r o n c o n -
t en t of 5.6 p p m . 
Th i s wel l w a s abandoned, b e c a u s e of the high 
m i n e r a l con ten t of the w a t e r . 
T e s t Well No. 2 was d r i l l e d to a depth of 170 
ft. at a loca t ion about 300 ft. e a s t of T e s t Well No. 
1. 
Th i s we l l was abandoned b e c a u s e of the high 
m i n e r a l content of the w a t e r . 
Vil lage Well No. 1 was d r i l l ed to a depth of 
210 ft. in 1946 by Lee Mi l l e r and T. T. H a r d m a n , 
T e r r e Haute , Ind. , and is loca ted about 2 m i l e s 
no r th of U. S. Highway No. 50 and 50 ft. e a s t of 
the g r a v e l r o a d (or a p p r o x i m a t e l y 2110 ft. S. and 
NOBLE 
Richland County 
May 4 , 1948 
100 ft. E. of the N. W. c o r n e r of Sect ion 4 ) . The 
e leva t ion of the ground surface at the well s i te is 
480± ft. 
S a m p l e - s t u d y log of Well No. 1 furn ished by the 
State Geolog ica l Survey: 
The wel l is c a s e d with 6 1/4 - in . pipe f r o m 
1 ft. above to 81 ft. below the ground s u r f a c e , 
and the hole is 6 in . in d i a m e t e r below the b o t t o m 
of the c a s i n g . 
When the wel l w a s comple t ed , the d r i l l e r r e -
po r t ed tha t af ter 10 -h r . pumping a t 25-30 gpm. 
the d rawdown was 79 ft. f r o m a non-pumping w a t e r 
level of 21 ft. be low the s u r f a c e . 
A p roduc t ion t e s t was m a d e by the Sta te Wa-
t e r Survey on M a r . 21 -22 , 1947. F o r t e s t p u r -
p o s e s , a gaso l ine e n g i n e - d r i v e n deep -we l l t u r -
bine pump w a s ins t a l l ed with the pump intake 
at a depth of 203 1/2 ft. The wel l p roduced 19 
g p m . with a d rawdown of 59 ft. be low a n o n - p u m p -
ing w a t e r l eve l of 30 ft. be low the pump b a s e . On 
Apr . 22, 1948 the non-pumping wa te r level was 
9.7 ft. below the top of the ca s ing . 
A p a r t i a l a n a l y s i s of a s a m p l e (Lab . No. 
109,676) co l lec ted af ter 2 2 - h r . pumping on M a r . 
22, 1947, showed the wa te r to have a h a r d n e s s of 
22.3 g r . pe r ga l . , a r e s i d u e of 591 p p m . , and an 
i r o n content of 0.6 p p m . 
LABORATORY NO. 109,676 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
city of Nokomis (2562) in 1895. 
Water was first obtained from 6 drift wells 
located in the southwest part of town along the 
south side of the New York Central R. R. r ight-
of-way) or approxima tely 330 ft. N. and 2100 ft. 
W. of the S. E. corner of Section 22, T. 10 N., R. 
2 W.). The wells were 6 in. in diameter and about 
41 ft. deep and arranged in 2 rows of 3 wells 
each. The wells were about 50 ft. apart and wa-
ter could be pumped from either set of 3 wells 
by either of the station pumps. 
In 1913, the non-pumping water level was 13 
ft. below a ground elevation of 674± ft. 
In 1923, three of the wells furnished the en-
tire public demand. The other 3 wells had become 
filled with fine sand. In the same year an effort 
was made to augment the water supply. Later 
all of the 6 wells were abandoned. 
Eight test wells were drilled at various lo -
cations in the city and, as a result , 4 permanent 
wells were drilled northeast of Test Well No. 8 
and about 0.4 mi. west of the old wells. The wells 
were drilled by Holmes Bros. and located in a 
north and south line 350 ft. west of the city l imits . 
The south well is approximately 1700 ft. N. and 
1800 ft. W. of the S. E. corner of Section 22. The 
pumping station is between the 2 center wells. The 
wells were 40 ft. deep below a ground surface e le -
vation of 674± ft. and the top of each well was in a 
pit 5 ft. in diameter and 13 ft. in depth. A sand and 
clay formation was encountered from 0 to 17 ft., 
gravel from 17 to 40 ft., rock at 40 ft. All wells 
were cased with 10-in. pipe with a 14-ft. length 
of Cook screen at the bottom. Three of the 
screens had No. 70 slot openings and the other 
screen had No. 25 slot openings in the top 4 ft. 
and No. 70 slots in the lower 10 ft. 
A 5-in. suction pipe extended into each well to 
a depth of 27 ft. or 37 ft. below the top of the pit, 
in Wells No. 1, 3 and 4. 
Water is pumped from all wells simultaneously 
by either of 2 Deming 8 by 8-in. single-acting 
triplex pump set in a pit 10 ft. deep. The 4 wells 
are connected to the pumps by a common 5-in. 
NOKOMIS 
Montgomery County 
Aug. 5, 1948 
suction line, and the pumps are belt-driven by 2 
Allis-Chalmers electric motors, each operated at 
a speed of 1150 rpm. The south motor is rated at 
15-hp. and the north motor at 20-hp. A 25-hp. 
Pr imm oil engine is in place for emergency. 
When the wells were being drilled in Mar. and 
Apr. 1923, the static water level was 4 1/2 ft. be-
low the ground surface. Before the wells were put 
in service and while pumping in one well for 10 
days at a measured rate of 325 gpm. the water l e -
vel dropped rapidly to 25 or 30 ft. Within a few 
minutes after stopping the pump the water level 
was 7 ft. below the ground surface. 
On Nov. 26, 1947, the pumping water level 
was measured at 20.3 ft. below the pump house 
floor, or 26.8 ft. below normal ground level. The 
local water superintendent reported that 10 hr . 
previous the non-pumping level was 15.7 ft. 
During the summer of 1947 the water level r e -
ceded considerably. On July 14, 1948 after a 
3 1/2-hr. idle period the water level in Well No. 
2 was 15.8 ft. below the concrete floor in the 
plant basement (6 1/2 ft. below ground level) and 
after 6 1/2-hr. pumping at an average of 333 gpm. 
from all 4 wells, the water level was 22.2 ft. 
Analysis of a sample (Lab. No. 115,295) col-
lected from all four wells July 14, 1948, after 
7 1/2-hr. pumping at 333 gpm. showed the water 
to have a hardness of 29.1 g r .pe r gal., a mineral 
content of 776 ppm., and an iron content of 5.5 
ppm. 
A water treatment plant was constructed in 
1937 and the water is aerated, and softened. All 
water is chlorinated before entering the distribu-
tion system. Analysis of a sample (Lab. No. 
115,508) collected July 14, 1945 showed the treated 
water to have a hardness of 6.5 g r .pe r gal., a total 
mineral content of 459 ppm., and an iron content of 
0.1 ppm. 
F rom July 13, 1947 to July 13, 1948 metered 
pumpage averaged 205,975 gpd. 
Water is furnished to the village of Coalton 
and to the New York Central R. R. which for the 
month of June 1948, required 90,170 and 30,730 
gpd. respectively. 
2 - Nokomis 
LABORATORY NO. 115,295 
LABORATORY NO. 115,508 
I l l ino i s Sta te Water Survey - Bul le t in No. 40 
The town of N o r m a l (6983) i n s t a l l ed a public 
w a t e r supply in 1898. 
Water was obtained o r ig ina l ly f r o m two we l l s 
loca ted 15 ft. a p a r t in the pumping s ta t ion nea r 
the n o r t h e a s t c o r n e r of Ash and Linden St . (or 
a p p r o x i m a t e l y 2500 ft. S. and 250 ft. W. of the 
N. E. c o r n e r of Sect ion 28, T. 24 N., R. 2 E . ) . The 
su r face e leva t ion is 785 t ft. One of t h e s e we l l s 
was 10 in . and the o ther 8 in . in d i a m e t e r . Both 
we l l s w e r e 180 ft. deep and had 20 ft. of 8- in . 
Cook s c r e e n p l aced in the bo t tom. E a c h wel l was 
equipped with 7 1 /2 - in . by 24- in . Gould s i n g l e -
ac t ing , t r i p l e x d e e p - w e l l pump with the cy l inder 
p laced at a depth of 150 ft., be l t d r i v e n by a 12-
h p . m o t o r . 
The non-pumping w a t e r l eve l was r e p o r t e d to 
be 90 ft. in 1912, and 112 ft. in 1918. In 1918 each 
wel l was r e p o r t e d to p roduce 250 gpm. 
Ana lys i s of a s amp le (Lab . No. 23299) c o l -
l ec ted June 19, 1912, showed the w a t e r f r o m t h e s e 
two wel l s to have a h a r d n e s s of 12.9 g r . p e r ga l . , 
a r e s i d u e of 464 p p m . , and an i r o n content of 1.0 
ppm. 
T h e s e we l l s w e r e r e p o r t e d to have gone d r y 
and w e r e abandoned in 1921. The c a s i n g s b e c a m e 
c o r r o d e d and the we l l s caved in . 
In 1913, a wel l was d r i l l ed to a depth of 204 
ft. and loca ted about 30 ft. n o r t h e a s t of the old 
w e l l s . T h i s we l l was 12 in . in d i a m e t e r . I t w a s 
r e p o r t e d that w a t e r - b e a r i n g s t r a t a w e r e p e n e -
t r a t e d at dep ths of 180 and 195 ft. and the wel l 
w a s equipped with Johnson s c r e e n s be tween the 
dep ths of 176 and 186ft . , and be tween 192 and 204 
ft. 
The pumping equ ipmen t included an A m e r i c a n 
Well W o r k s t u rb ine pump r a t e d at about 600 gpm. 
with the bo t tom of the suc t ion pipe at a depth of 
200 ft. Power was furn ished by a . 4 0 - h p . G e n e r a l 
E l e c t r i c m o t o r opera t ing a t 1500 r p m . 
In 1916 the non-pumping w a t e r l eve l was about 
133 ft. above the ground s u r f a c e , and the pump was 
o p e r a t e d about 12 h r . per day . 
In 1918, the non-pumping w a t e r l eve l w a s 135 
ft. and pumping w a s r e p o r t e d to lower the w a t e r 
l eve l about 1 ft. The yield w a s r e p o r t e d to be 600 
g p m . 
Th i s wel l was r e p o r t e d to be s e l d o m u s e d in 
1924, and was abandoned in 1931. 
NORMAL 
M c L e a n County 
Oc t . 27, 1948 
Well No. 1 was d r i l l e d about 1917, to a depth 
of 215 ft. and loca ted about 150 ft. n o r t h e a s t of the 
o r ig ina l we l l s and about 45 ft. wes t of L inden St. 
and 145 ft. no r th of Ash St . (or a p p r o x i m a t e l y 
2500 ft. S. and 170 ft. W. of the N. E. c o r n e r of 
Sect ion 28.) . Th i s we l l is 16 in . in d i a m e t e r with 
two 13-f t . s e c t i o n s of 12- in . s c r e e n i n s t a l l ed . 
In 1918, the yield was r e p o r t e d to be about 600 
gpm. , and the non-pumping w a t e r l eve l was r e -
po r t ed to be 135 ft. In 1920, with the old 12- in . we l l 
ope ra t i ng , the non-pumping wa te r l eve l was 158 
ft. in Well No. 1. In 1924, the wel l was r e p o r t e d 
to p roduce about 200 g p m . and the non-pumping 
w a t e r l eve l , with pump in Well No. 2 o p e r a t i n g , 
was 178 ft. 
Well No. 1 was r e p a i r e d in 1924 by the S icke l 
Water P r o d u c t i o n C o . , A u r o r a . Two 13-ft. s e c -
t ions of 12- in . s c r e e n w e r e i n s t a l l e d . The wa te r 
l e v e l , with the pump in Well No. 2 o p e r a t i n g , was 
178 ft. be low the ground s u r f a c e . 
The non-pumping w a t e r l eve l in 1937 was 78 
ft. Methane gas was found to be p r e s e n t in a c o n -
c e n t r a t i o n of 6.5 cu . ft. pe r 1000 ga l . 
P r i o r to 1938, the following pumping equ ipment 
w a s ins t a l l ed : 200 ft. of 6- in . co lumn p ipe ; 7 5 / 8 -
in . od. , 10-s tage Worthington t u rb ine p u m p , No. 
293041; r a t e d at 210 g p m . aga in s t 200 ft. of head 
at 1750 r p m . and having 8 ft. 3 / l 6 - i n . o v e r a l l 
length; 20 -hp . G e n e r a l E l e c t r i c m o t o r , No. 
4827410, opera t ing a t 1755 r p m . full load . 
The w a t e r l eve l , in 1942, was 185 1/2 ft. while 
pumps in Wel ls No. 2 and 3 w e r e being o p e r a t e d . 
In Aug. 1942, the wel l w a s r e p o r t e d to p roduce an 
a v e r a g e of 54 g p m . and in 1944, 90-95 g p m . 
Ana lys i s of a s a m p l e (Lab . No. 86869) c o l -
l ec ted Jan . 12, 1940, showed the w a t e r to have a 
h a r d n e s s of 13.8 g r . pe r ga l . , a r e s i d u e of 482 
p p m . , and an i r o n content of 1.8 p p m . 
A dug wel l h a s been r e p o r t e d at a locat ion 
2600 ft. S. and 330 ft. W. of the N. E. c o r n e r of 
Sec t ion 28 . Th i s wel l was r e p o r t e d to be about 
20 ft. in d i a m e t e r and 29.5 ft. d eep . The non-
pumping w a t e r l eve l was r e p o r t e d to be 8 1/2 ft. 
be low the wel l p l a t f o r m . 
Well No. 2 was d r i l l ed in 1921 to a depth of 
215 ft. by the Nat ional P u m p and Well Company , 
S tu t t ga r t , A r k a n s a s , and is loca ted 30 ft. w e s t of 
Well No. 1 . The ground su r face e leva t ion is 
780± ft. 
2 - Normal 
The well is cased with 18-in. pipe to a depth 
of 178 ft., and with 12-in. pipe from 176 1/2 to 
191 ft., with a lead seal between the casings. A 
12-in. b rass screen extends from 191 ft. to the 
bottom of the well. 
In 1924, the yield was reported to be 455 gpm. 
Sometime prior to 1938, the well was equipped 
with 199 ft. of 6-in. column pipe; 9 7/16-in. od., 
7-stage Layne-Western turbine pump, No. 6173, 
rated at 330 gpm. against 200-ft. head at 1750 
rpm. and having 5 ft. 7 in. overall length; 5 ft. of 
6-in. suction pipe; 30-hp. General Electric motor, 
No. 4826874, operating at 1745 rpm. 
The yield was reported to be 204 gpm. from 
Apr. to July, 1942. In 1944, the well was reported 
to produce 265 gpm. 
Well No. 2 has been out of service for the past 
few months due to mechanical difficulties resul t -
ing from a crooked hole. 
Analysis of a sample (Lab. No. 86870) col-
lected Jan. 12, 1940, showed the water to have a 
hardness of 15.1 gr. per gal., a residue of 497 
ppm., and an iron content of 1.2 ppm. Methane 
gas was found to be present in a concentration of 
4.5 cu. ft. per 1000 gal. 
Well No. 3 was drilled in 1931 to a depth of 
210 ft. by the Layne-North Central Co., Chicago, 
and is located 60 ft. south and 40 ft. west of Well 
No. 1. This well is of the gravel-pack type. A 
30-in. casing extends to a depth of 185 ft. and the 
18-in. screen is 25 ft. long. 
When completed, the well produced 500 gpm. 
for 7-hr. continuous pumping. On Apr. 15, 1931, 
the non-pumping water level was reported to be 
171 ft. below the ground surface. 
A short production tes t was made on Apr. 22, 
1931. After pumping at 690 gpm. for 2 hr . , the 
drawdown was 6 ft. from a non-pumping water 
level of 176 ft. 
On Nov. 8, 1944 Well No. 3 was treated with 
1000 gal. of 15% hydrochloric acid by the Dowell 
Co. Before acidizing, the pump broke suction 
after about 10-minutes operation, and after the 
treatment, the pump did not break suction when 
pumping at 455 gpm. 
In 1945, the following pump equipment was 
installed: 206 ft. of 6-in. column pipe; 9 1/2-in., 
5-stage American Well Works turbine pump, No. 
70828, rated at 500 gpm. against 210 ft. of head 
and having 4 ft. 6 in. overall length; 210 ft. of 
1/4-in. air line; 40-hp. U. S. electric motor. 
A production test was made by the American 
Well Works Co. and the State Water Survey on 
May 21, 1945. The non-pumping water level was 
192 ft. When pumping at 220 gpm. the drawdown 
was 2 ft., and when pumping at 525 gpm. the draw-
down was 6 3/4 ft. 
In July or Aug. 1948, the impeller blades were 
found to be badly worn and holes in the bowls 
caused from coarse sand or gravel entering the 
well through a corroded screen. The sand and gra -
vel deposit was bailed out and anew 20-ft. length of 
Johnson screen was set inside the old screen. 
A new bowl assembly was installed and the 
following assembly is in place: 206 ft. of 6-in. 
column pipe; 10-in., 5-stage American Well Works 
turbine pump, having an overall length of 4 1/2 
ft.; 210 ft. of 1/4-in. air line; 40-hp. U. S. e lec-
tric motor. 
On Sept. 22, 1948 several short yield tests 
showed an average discharge of 242 gpm. On Oct. 
12, 1948 while pumping at an estimated rate of 
240 gpm., the water level was below the bottom of 
the air l ine. 
Analysis of a sample (Lab. No. 116,140) col-
lected Oct. 12, 1948 after 12 1/2-hr. pumping 
showed the water to have a hardness of 16.3 gr . 
per gal., a residue of 452 ppm., and an iron con-
tent of 2.3 ppm. Methane gas was found to be 
present in a concentration of 6.0 cu. ft. per 1000 
gal. 
In Dec. 1940, Layne-Weatern Co., Chicago, 
drilled 2 test holes. Test Hole No. 1, located about 
100 ft. northeast of the Water Works, was reported 
to be a good project. 
In Feb. 1942, Hayes and Sims, Champaign, 
drilled 2 test wells. It was reported that Test 
Hole No. 4, located on the north side of Ch'erry 
St. between Linden and Oak St., encountered a 
formation of sand and gravel. 
When the hole was completed, the water level 
was 186 ft. 6 in. 
Well No. 4 was drilled in 1942-43 by S. B. 
Geiger, Chicago at a location about 95 ft. north and 
25 ft. east of Test Hole No. 4 (or approximately 
1800 ft. S. and 90 ft. E. of the N. W. corner of 
Section 27). The surface elevation is 785± ft. The 
well was originally started 25 ft. west and 65 ft. 
south of this location, but caving and drilling dif-
ficulties caused the hole to be abandoned. The 
finished well is 216 ft. 8 in. deep. 
The hole, casing, and screen record is shown 
in Table 1. 
TABLE 1 
Hole Record 
48-in. from surface to 100 ft. 
Casing and Screen Record 
30-in. id. 44-in. od. concrete pipe from 
3 to 177 ft. 
28-in. steel pipe from 177 to 190 ft. 
18-in. wrought iron pipe from 164 to 
206 ft. 
18-in. Johnson Armco-Iron screen from 
206 to 217 ft. 
The screen was bailed down, and 17 tons of 
graded (1/2-in. to 5/8-in.) gravel were used in 
the envelope around the screen. 
A production test was made in cooperation 
with the State Water Survey on Sept. 15, 1943. 
For test purposes, the well was equipped with a 
6-stage turbine pump with the bottom of the 
strainer at a depth of 211 ft., and 206 ft. of 1/4-
in. air line. The non-pumping water level was 
189 ft. below the ground surface and the data in 
Table 2 were obtained. 
TABLE 2 
The following pumping equipment is in daily 
service: 210 ft. of 6-in. column pipe; 10-in., 5-
stage American Well Works turbine pump, No. 
66753, having an over all length of 4 1/2 ft. and a 
rated capacity of 350 gpm. against 220 ft. of head; 
2 ft. of 6-in. tapered strainer; 200 ft. of air line, 
30-hp. U. S. electric motor. 
In a number of yield tes ts made Sept. 22, 
1948, the, average discharge was 263 gpm. On 
Oct. 12, 1948, after 13 1/3-hr. pumping at an e s t i -
mated rate of 250 gpm., the water level was 191 
Normal - 3 
ft. below the pump base. 
Analysis of a sample (Lab. No. 115,323) col-
lected July 20, 1948 after 2 1/4-hr. pumping, 
showed the water to have a hardness of 18.5 gr . 
per gal., a residue of 505 ppm., and an iron con-
tent of 2.2 ppm. 
Well No. 5 was completed in July 1947 to a 
depth of 35 ft. by Hayes and Sims, Champaign, and 
is located about 120 ft. north of Taylor St. (ex-
tended) and 18 ft. west of Beech St. (or approxi-
mately 2170 ft. N. and 1300 ft. E. of the S. W. cor -
ner of Section 27). The surface elevation is 775± 
ft. Coarse gravel was encountered from 9 to 34 
ft. 
The well is cased with 26 1/2 ft. of 16-in. od. 
pipe. The Johnson Everdur screen is 10-ft. 11-in. 
overall length with 9 1/2 ft. exposed. The upper 
5 ft. of the screen has No. 60 slot openings and 
the lower 5 ft. has No. 80 slots . The top of the 
casing extends 15 in. above the ground surface. 
A production test was made in cooperation 
with the State Water Survey on Aug. 1, 1947. For 
test purposes, the well was equipped with a Day-
ton-Dowd 4-in. horizontal centrifugal pump, 
belt-driven by a Hercules gas engine. After 7-
hr . pumping the well produced 450 gpm. with a 
drawdown of 10.26 ft. from a non-pumping water 
level of 7.28 ft. below the top of the casing. Eight 
hr . after the start of the test , the water level in 
rotary tes t hole No. 1, located 155 ft. west of Well 
No. 5, was lowered from 7.35 to 8.37 ft. 
The permanent pump base is 5 1/2 ft. above 
normal ground level and the pumping equipment, 
in place, consists of 6-in. column pipe, 8-in., 3-
stage American Well Works turbine pump, No. 
73320, having a rated capacity of 300 gpm. against 
a head of 75 ft.; 10 ft. 8 in. of suction pipe and 
strainer; defective air line; 10-hp. U. S. electric 
motor. 
The overall length from the pump base to the 
bottom of the suction is 38 ft. In a number of 
yield tests made Sept. 22, 1948, the average d is -
charge was 420 gpm. On Oct. 12, 1948 after 
4 1/2-hr. pumping at an estimated ra te of 300 
gpm. (pump throttled) the water level was 26 ft. 
below the pump base. 
Analysis of a sample (Lab. No. 116,141) col-
lected Oct. 12, 1948 after 4 1/2-hr. pumping at 
300 gpm. showed the water to have a hardness of 
24.9 gr. per gal., a residue of 475 ppm., and an 
iron content of 1.8 ppm. 
4 - Normal 
All water is aerated, filtered, softened and 
chlorinated. Analysis of a sample (Lab. No. 
116,352), collected Oct. 12, 1948 showed the 
treated water to have a hardness of 5.5 gr. per 
gal., a mineral content of 474 ppm., and an iron 
content of 0.3 ppm. 
Pumpage is estimated to average 716,280 gpd. 
LABORATORY NO. 116,140 
Correlated dr i l ler ' s log of Well No. 4 furnished by the State Geological Survey: 
N o r m a l - 5 
LABORATORY NO. 116.141 
LABORATORY NO. 116,352 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed in 1929 
for the village of North Aurora (772). 
Water was obtained from wells owned by the 
Exposition Grounds until Sept. 1938, when a well 
drilled for the village by S. B. Geiger, Chicago, 
was placed in service. This well is located about 
55 ft. south of State St. and 135 ft. east of Stone 
Ave. (or approximately 1350 ft. S. and 350 ft. E. 
of the N. W. corner of Section 3, T.38 N., R. 8 E.). 
The elevation of the ground surface is 700t ft. 
Sample-study log of well drilled in 1938 
furnished by the State Geological Survey: 
The dri l ler reported a 12-in. drive pipe to a 
depth of 49 ft. and 10-in. casing from the surface 
to 300 ft. below which the hole was finished 10-in. 
diameter to the bottom. 
A production test was made on Sept. 6-7, 1938. 
When pumping at 121 gpm. for a period of 9 hr . 
the drawdown was 83 ft. from a non-pumping water 
level of 143 ft. below the pump base. On decreas -
ing the pumping rate to 106 gpm. the drawdown was 
77 ft. On Aug. 12, 1947 the water level was 181 ft. 
after an idle period of 12 hr . After 1 1/4-hr. 
pumping at 100 gpm., the drawdown was 65 ft. 
The existing pump installation, made in Sept. 
1938, i s : 260 ft. of 4 1/2-in. column pipe; 7-in., 
15-stage American Well Works turbine pump, 
No. 61772, having a rated capacity of 100 gpm. 
against 360 ft. of head; the overall length of the 
pump is 8 ft. 4 in.; 10 ft. of 5-in. suction pipe; 
273 ft. 4 in. of 1/4-in. copper tubing air line; 15-
hp. General Electric motor. 
Analysis of a sample (Lab. No. 111,525) col-
lected Aug. 12, 1947 after 1 1/4-hr. pumping at 
NORTH AURORA 
Kane County 
Sept. 1, 1947 
100 gpm., showed this water to have a hardness of 
14.8 gr. per gal., a total mineral content of 367 
ppm., and an iron content of 0.2 ppm. 
Metered pumpage for North Aurora averaged 
27,600 gpd. in June 1947. 
There are 3 wells located on the Exposition 
Grounds, exclusive of an o ld .4- in . abandoned 
deep well, which was reported to be located at the 
east end of the race track stands, and originally 
flowed. It was used as a drinking fountain. Two 
of these 3 wells, one called North and the other 
West, are each reported to be 190 ft. deep and to 
have a combined productive capacity of 50 gpm. 
The third well which was deepened from 821 ft. 
to 865 ft. and " s h o t " by Mr. Morey is the main 
source of the water supply. This well furnished 
water to the village of North Aurora until the 
village owned well was placed in service in Sept. 
1938. 
The North Well, which is located approxi-
mately 1000 ft. N. and 3200 ft. E. of the N. W. 
corner of Section 4, T. 38 N., R. 8 E. , is not in 
service, but is held as an emergency unit. 
The West Well is located approximately 700 
ft. N. and 2300 ft. E. of the N. W. corner of Sec-
tion 4 at a ground elevation of 700t ft. On Aug. 
1, 1946, the standing water level was 160 ft. and 
the well was 190 ft. deep. After pumping 72 hr . 
at 20 gpm. the drawdown was 2 ft. This well is 
used to supply Aurora Downs, racing park. 
Pumpage, during the racing season, is e s t i -
mated at 6000 gpd. 
Well No. 3 supplies the Exposition Grounds, 
including the hotel and swimming pool, and is lo-
cated approximately 750 ft. N. and 2600 ft. E. of 
the N. W. corner of Section 4. The elevation of 
the pump base is 700± ft. 
The existing pump installation, made in 1939, 
is: 288 ft. of 8-in. column pipe; 12-in., 22-stage 
American Well Works turbine pump, No. 51444, 
rated at a capacity of 400 gpm. against 415 ft. of 
head at 1150 rpm.; 100-hp. General Electric mo-
tor . 
A pumping water level of 240 ft. below the 
pump base was reported in 1936. 
Pumpage at the Exposition Grounds is es t ima-
ted to average 100,000 gpd. during the summer 
months and 15,000 gpd. during the winter months. 
2 -North A u r o r a 
LABORATORY NO. 111,525 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed By the 
village of North Chillicothe (1216) in 1941. 
At that time a well was drilled by Mike Ebert , 
Washington, and located northwest of the in ter-
section of Wilmot St. and Santa Fe Ave. (or ap-
proximately 900 ft. S. and 2300 ft. W. of the N. E. 
corner of Section 20, T. 11 N., R. 9 E.). 
Sample-study log of well drilled in 1941 
furnished by the State Geological Survey: 
The ground surface elevation at the well is 
523± ft. The well is reported to be 111 ft. deep, 
measuring from the top of the pump base which is 
6 ft. above the ground surface. A 10-in. casing 
was set from +6 to 92 ft. with 14 ft. of exposed 
screen between depths of 92 and 106 ft. 
NORTH CHILLICOTHE 
Peoria County 
Jan. 16, 1947 
The well is equipped with: 80 ft. of 6-in. col-
umn pipe; 7 1/2-in., 6-stage Worthington turbine 
pump, No. T-1923, rated at 200 gpm.; the over-
all length of the pump is 5 1/2 ft.; 10 ft. of 7-in. 
suction pipe; 20-hp. General Electr ic motor. 
A short production test was made under the 
supervision of the State Water Survey on Apr. 8, 
1942. The non-pumping water level was 70 1/2 ft. 
below the pump base, and the drawdown was 11 
ft. after pumping 4 1/2 hr . at 271 gpm. 
On Jan. 16, 1947 the non-pumping water level 
showed 8 ft. on the air pressure gauge, and the 
drawdown was below the bottom of the airl ine, the 
length of which was not known. 
Analysis of a sample (Lab. No. 108,930), col-
lected Jan., 16, 1947 after pumping 4 1/2 hr . at 
271 gpm., showed the water to have a hardness 
of 17.0 gr. per gal., a residue of 351 ppm., and an 
iron content of 0.1 ppm. 
The amount of water pumped is measured by 
a Worthington-Gamon turbine meter , and pump-
age in Jan. 1947 averaged 45,000 gpd. The pump 
operates 4 to 5 h r . daily at 185 gpm. 
The water mains are connected to the mains 
in Chillicothe, so that in case of emergency, wa-
ter can be pumped to, or received from, the wa-
ter works at Chillicothe. 
LABORATORY NO. 108,930 
I l l ino is Sta te Water Survey - Bul le t in No. 40 
The communi ty w a t e r supply s y s t e m , i n s t a l l ed 
in 1940, i s owned and o p e r a t e d by the Nor th Lake 
Vi l l age , Un inco rpo ra t ed , (750) Wate r C o . I t s e r v e s 
a r e s i d e n t i a l s ec t ion lying no r th of Nor th Ave . and 
e a s t of Wolf Rd. and suppl ied 407 h o m e s in 1945. 
Water is ob ta ined f r o m a wel l 855 ft. deep , 
d r i l l ed in 1940 by John I ten C o . , St. C h a r l e s . It. 
is loca ted about 1 block no r th of Nor th Ave . at the 
n o r t h e a s t c o r n e r of Roy and P a r k View Ave . (or 
a p p r o x i m a t e l y 440 ft. N. and 2050 ft. E. of the 
S. W. c o r n e r of Sect ion 32 , T. 40 N., R. 12 E'.). 
The e leva t ion of the ground su r face at the wel l 
is 640± ft. 
C o r r e l a t e d d r i l l e r ' s log of wel l d r i l l e d in 1940 
furn ished by the State Geolog ica l Survey: 
(Note : D r i l l e r los t 2 s e t s of d r i l l i ng t oo l s 
and s topped at depth of 855 ft.) 
The hole and ca s ing d i a m e t e r s w e r e r e p o r t e d 
as shown in Tab le 1. 
TABLE 1 
Hole R e c o r d 
15- in . f r o m sur face to 320 ft. 
10- in . f rom 568 to 855 ft. 
Cas ing R e c o r d 
16- in . wi . ca s ing f rom su r face to 
56 ft. 
12- in . l i ne r f rom 320 to 568 ft. 
A 3 4 - h r . p roduc t ion t e s t was m a d e on June 5 
and 6 , 1941. Before the t e s t , the w a t e r l eve l was 
NORTH LAKE VILLAGE 
Cook County 
Jan . 2, 1947 
75 ft. be low the pump b a s e ; and af ter 1 0 - h r . p u m p -
ing at 100 g p m . , the d rawdown w a s 191 ft. 9 in . 
The following pump equ ipmen t , i n s t a l l ed in 
1941 , is s t i l l in p l ace : 320 ft. of 4 1/2-in. c o l -
umn p ipe ; 6 - in . , 3 5 - s t a g e P o m o n a tu rb ine pump 
r a t e d at 160 gpm. a g a i n s t 440 ft. of head; the o v e r -
a l l length of the pump is 13 ft.; 320 ft. of a i r 
l ine; 20 -hp . West inghouse e l e c t r i c m o t o r . 
On F e b . 25 , 1945 the following w a t e r l e v e l s 
below the p u m p b a s e w e r e r e p o r t e d : 238 ft. af ter 
a 1 2 - h r . id le pe r iod ; 282 ft. a f te r 12 -h r . pumping 
a t 100 gpm. 
A t e s t we l l w a s d r i l l ed by S . B. Geiger Co . , 
Ch i cago , in Dec . 1946. I t i s loca ted a t F u l l e r t o n 
Ave . and J e r o m e Rd. (or a p p r o x i m a t e l y 80 ft. S. 
and 1400 ft. W. of the N. E. c o r n e r of Sect ion 3 1 , 
T . 4 0 N., R. 12 E . ) . The wel l is 316 ft. deep below 
a ground su r face e leva t ion of 645 t ft. 
The wel l was c a s e d with 28 ft. of 12- in . g a l v a -
n i z e d - i r o n p i p e , below which the hole was 12 in . 
in d i a m e t e r to the bo t tom. The top of the pump 
b a s e w a s about 3 ft. above ground l e v e l . 
On Jan . 2, 1947 a p roduc t ion t e s t w a s m a d e by 
the State Water Survey with the following pump 
a s s e m b l y i n s t a l l ed in the wel l : 253 ft. 9 in . of 6-
in . co lumn p ipe ; 8 - in . , S te r l ing tu rb ine pump r a t e d 
at 400 gpm. at 1700 r p m . ; the o v e r a l l length of 
the pump w a s 6 1/2 ft.; 254 ft. 9 in . of 1/4-in. g a l -
v a n i z e d - i r o n a i r l ine ; 20 ft. of 6- in . suct ion p ipe ; 
4 5 - h p . , 4 - c y l i n d e r Buda gaso l ine engine r a t e d a t 
900 r p m . 
Befo re the t e s t , the w a t e r l eve l was 19 ft. b e -
low the pump b a s e , and af ter 8 - h r . pumping a t 
133 g p m . , the drawdown w a s 119 ft. After the 
t e s t , 107 ft. of the d rawdown was e l im ina t ed w i t h -
in 10 m i n . 
Ana lys i s of a s ample (Lab . No 108,814), c o l -
l ec ted Jan . 2, 1947 af ter 6 1/2-hr. pumping at 
133 g p m . , showed th i s w a t e r to have a h a r d n e s s 
of 27.6 g r . pe r ga l . , a r e s i d u e of 670 p p m . , and an 
i r o n content of 1.5 ppm. The t e m p e r a t u r e and 
g e n e r a l c h a r a c t e r of the w a t e r i s typica l for w a -
t e r f rom th i s depth in t h i s v ic in i ty . 
The pumpage in 1945 was e s t i m a t e d to a v e r -
age 42,000 gpd. M a x i m u m d e m a n d s of 84,000 gpd. 
a r e m a d e only when spr ink l ing dur ing the s u m m e r . 
The wa te r i s c h l o r i n a t e d . 
2 - Nor th L a k e Vi l lage 
LABORATORY NO. 108,814 
I l l ino i s State Water Survey - Bul le t in No. 40 
The public w a t e r supply was i n s t a l l e d by the 
v i l l age of Nor th Utica (1019) about 1883. Unti l 
. 1918, w a t e r was obta ined f r o m 5 a r t e s i a n w e l l s , 
the l oca t ions of which a r e not defini tely known, 
but w e r e a p p r o x i m a t e l y as in Table 1 . 
The f i r s t we l l w a s d r i l l ed in 1883, and the 
o ther 4 w e r e d r i l l e d a t l a t e r d a t e s . All w e r e r e -
po r t ed to be f r o m 225 to 350 ft. in depth and c a s e d 
wi th 6- in . i r o n pipe to a depth of about 40 ft. 
In each we l l a 4 - i n . d rop pipe about 140 ft. 
long was sea l ed in the ca s ing with a wooden 
wedge , and the w a t e r flowed d i r e c t l y in to the 
d i s t r i bu t ion s y s t e m leading f r o m tha t we l l . The 
d i s t r i b u t i o n s y s t e m f rom e a c h wel l was s e p a r a t e , 
and w a t e r flowed by n a t u r a l p r e s s u r e and g r a v i t y 
to the h o u s e s . L e v e r e t t , i n " I l l i n o i s G lac ia l 
L o b e " publ i shed in 1889, s t a t ed that w a t e r r a i s e d 
50 ft. above t h e ground s u r f a c e , and tha t the 
s t r o n g e s t flow was e s t i m a t e d to be 150 gpm. 
In 1913 the hyd ros t a t i c p r e s s u r e a t the ground 
su r f ace was 20 ft. , and in 1918 the p r e s s u r e b e -
c a m e inadequa te to supply the ex is t ing d i s t r i b u -
t ion s y s t e m . 
Wa te r f r o m t h e s e we l l s was found (Lab . No. 
23731 and 26696) to have a h a r d n e s s of 16.9 g r . 
p e r ga l . , a r e s i d u e of 384 to 388 p p m . and an i r o n 
content of 0.5 to 1.3 ppm. 
The 5 w e l l s have been abandoned; some of t h e m 
have been capped . 
In 1919 a new wel l and d i s t r i bu t ion s y s t e m w e r e 
c o m p l e t e d . The wel l was loca ted about 50 ft. w e s t 
of Mil l St. on a l ine with Grove St. (or a p p r o x i -
m a t e l y 1200 ft. N. and 200 ft. E. of the S. W. c o r -
n e r of Sec t ion 9, T. 33 N., R. 2 E . ) . The wel l was 
d r i l l e d by Wm. F a u l k n e r , Jo l i e t , to a depth of 618 
ft. and was o r i g i n a l l y c a s e d with 6 - in . w r o u g h t -
i r o n pipe f r o m the su r face to a depth of 400 ft. 
The hole was 6 in . in d i a m e t e r below the c a s i n g . 
The g r o u n d su r f ace e leva t ion is 480± ft. 
The we l l was c a s e d in 1923, and i t i s r e -
p o r t e d tha t the l a s t t i m e the wel l was r e c a s e d in 
1925, i t was c a s e d with 16- in . c a s t - i r o n pipe to a 
depth of 80 or 85 ft. 
Wate r h a s been pumped by 3 cen t r i fuga l pumps 
which a r e : a 3- in . by 2 1/2-in. A m e r i c a n Well 
Works p u m p , No. 57800, r a t e d a t 150 gpm. aga in s t 
69 ft. of head . The pump is d r iven by a 5 -hp . , 
1735 r p m . G e n e r a l E l e c t r i c m o t o r ; a Lea C o u r t -
NORTH UTICA 
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enay p u m p , No. 2908, r a t e d a t 250 gpm. aga in s t 
150 ft. of head . The pump is d r i v e n by a 2 0 - h p . , 
1730 r p m . Wagner E l e c t r i c m o t o r ; a L e a C o u r t -
enay p u m p , No . 908, r a t e d a t 250 gpm. aga ins t 
150 ft. of head . 
In June , 1947 the L e a C o u r t e n a y p u m p s w e r e 
being r e m o v e d and r e p l a c e d by 2 A u r o r a c e n t r i -
fugal p u m p s with 4 - i n . in take and 3- in . d i s c h a r g e . 
On D e c . 10, 1920 a p r e s s u r e gauge , se t at 2 
ft. above the floor of the pump h o u s e , indica ted 
38 ft. Water w a s flowing into the d i s t r i bu t i on 
s y s t e m at the t i m e . The flow was shut off f r o m 
the d i s t r i b u t i o n s y s t e m and t u rned into the r e -
s e r v o i r , when, for a 4 0 - m i n . p e r i o d , the flow was 
e s t i m a t e d to be 325 g p m . On M a r . 3 , 1927 the 
p r e s s u r e gauge r e c o r d e d 22 ft. In July 1938 the 
s t a t i c w a t e r l e v e l was a t g round s u r f a c e , and one 
of the cent r i fuga l p u m p s w a s o p e r a t e d con t inu -
ous ly to m a i n t a i n p r e s s u r e i n the s y s t e m . 
Ana lys i s of a s a m p l e (Lab . No. 110,852) c o l -
lec ted June 27 , 1947 af ter 3 - h r . pumping , showed 
the w a t e r f r o m t h i s we l l to have a h a r d n e s s of 
22.5 g r . p e r g a l . , a r e s i d u e of 627 p p m . , and an 
i r o n content of 0.2 p p m . A p r e v i o u s a n a l y s i s 
( L a b . No. 44314) of a s amp le co l l ec t ed in 1920 
was found to have a s i m i l a r m i n e r a l compos i t ion 
except ing tha t the i r o n content was 2.0 ppm. 
The w a t e r i s n o t t r e a t e d . 
P u m p a g e i s e s t i m a t e d to a v e r a g e 13,000 gpd. 
A wel l was d r i l l e d for Reynolds Q u a r r y C o . 
in 1916 and loca ted about 1780 ft. e a s t of the v i l -
lage wel l in Nor th Ut ica . The ground e leva t ion 
at the wel l s i t e is 475± ft. 
C o r r e l a t e d d r i l l e r ' s log of the Reynolds Q u a r r y 
C o . wel l fu rn i shed by the State Geo log i ca l Survey: 
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TABLE 1 
Wes t s ide of Div i s ion St. , about 175 ft. no r th of L inco ln St. 
Wes t s ide of Mil l St . , about 250 ft. n o r t h of Church St. 
Nor th s ide of C h u r c h St. a t Cen t e r St. i n t e r s e c t i o n . 
C e n t e r of C l a r k St . a t Griffin St. i n t e r s e c t i o n . 
C e n t e r of Div i s ion St. a t Johnson St. i n t e r s e c t i o n . 
LABORATORY NO. 110,852 
I l l ino is State Wate r Survey - Bul le t in No. 40 
The C i c e r o Avenue Subdivis ion was i n c o r -
p o r a t e d as v i l l age of Oak F o r e s t (825) in June , 
1947 and is loca ted e a s t and w e s t of C i c e r o Ave . 
be tween 151st. and 157th St. The w a t e r supply 
and d i s t r i bu t ion s y s t e m was ins t a l l ed in 1927 and 
i s now o p e r a t e d by the Suburban Wate r C o . 
Water is obtained f r o m a wel l loca ted on Lot 
40 of Block 17 (or a p p r o x i m a t e l y 1650 ft. S. and 
1050 ft. E. of the N. W. c o r n e r of Sec t ion 15, T. 
36 N. , R. 13 E . ) . The e leva t ion of the su r face of 
the ground is 650± ft. Th i s wel l was r e p o r t e d 
d r i l l e d by a M r . P a l m e r in 1927 to a depth of 820 
ft. No o the r data on i t s c o n s t r u c t i o n a r e a v a i l -
able . 
The following pump ins t a l l a t i on i s in s e r v i c e : 
110 ft. of 4 1/2-in. id . w r o u g h t - i r o n co lumn p ipe ; 
7- in . , 8 - s t age A m e r i c a n Well Works t u rb ine 
pump r a t e d at 85 gpm. aga in s t 202 ft. of head; 
OAK FOREST 
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20 ft. of 5 - in . id . suct ion p ipe ; 15-hp . U. S. e l ec -
t r i c m o t o r . 
Ana lys i s of a sample ( L a b . No. 107,220) c o l -
l ec ted July 25 , 1946 af ter 10 -min . pumping at 85 
g p m . , showed t h i s wa te r to have a h a r d n e s s of 
27.5 g r . p e r ga l . , a r e s i d u e of 760 p p m . , and an 
i r o n content of 1.2 p p m . The t e m p e r a t u r e and 
g e n e r a l m i n e r a l c o m p o s i t i o n s o f th i s w a t e r i s 
not unusua l for w a t e r s f r o m the do lomi te below 
the drif t in t h i s v ic in i ty . 
A non-pumping wa te r l eve l of 18 ft. below the 
pump b a s e w a s r e p o r t e d in 1931 and a l s o in 1941. 
The pumpage i s not m e t e r e d but i s e s t i m a t e d to 
a v e r a g e 75,000 gpd. 
The Cook County I n f i r m a r y , s ince 1935, h a s 
ob ta ined Lake Michigan w a t e r f rom the c i ty of 
Ch icago . 
LABORATORY NO. 107,220 
I l l ino is State Water Survey - Bul le t in No. 40 
A publ ic w a t e r supply was in s t a l l ed by the 
v i l l age of Oakwood (555) in 1939. 
Water i s obta ined f r o m a wel l d r i l l e d in Dec . 
1938 to a depth of 71 ft. by L a y n e - W e s t e r n C o . , 
Ch icago , and loca ted in the n o r t h e a s t e r n p a r t of 
the v i l l age , a p p r o x i m a t e l y 600 ft. N. and 2000 ft. 
W. of the S. E. c o r n e r of Sect ion 12, T. 19 N . , R. 
13 W. The e leva t ion of the ground su r f ace at 
the w e l l - s i t e is 646± ft. 
The wel l was cased with 15- in . pipe f r o m the 
su r f ace to 55 ft. and with 7- in . pipe f rom the 
su r face to 56 ft. below which was p l aced 15 ft. of 
7- in . Layne s c r e e n . G r a v e l was packed be tween 
t h e c a s i n g s . 
A p roduc t ion t e s t was m a d e by the State Water 
Survey on Dec . 29, 1938. Before the t e s t the 
s t a t i c w a t e r l eve l was 11 1/2 ft. be low the top of 
the 15- in . c a s i n g . After 4 - h r . pumping a t r a t e s 
d e c r e a s i n g f r o m 48 to 44 gpm. the drawdown was 
OAKWOOD 
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49 1/2 ft. and af ter an addi t iona l 4 - h r . pumping 
a t r a t e s d e c r e a s i n g f r o m 44 to 37 g p m . the final 
drawdown w a s 44 1/2 ft. 
The pumping equ ipment c o n s i s t s of 52 ft. of 
3 - in . s c r e w e d co lumn p ipe ; 6- in . , 11-s tage L a y n e -
Bowler t u rb ine p u m p , No. 9288, having an o v e r -
a l l length of 5 ft.; 10 ft. of 3 - in . suct ion p ipe ; 
5 -hp . G e n e r a l E l e c t r i c m o t o r , No. 5429317. The 
pump h a s not been out for about 5 y r . and no r e -
cen t w a t e r l eve l s a r e a v a i l a b l e . No a i r l ine i s 
i n s t a l l ed . 
A n a l y s i s of a s amp le ( L a b . No. 119,115) c o l -
l ec ted Aug. 11 , 1949 af te r 3 0 - m i n . pumping a t 
40 gpm. showed t h i s w a t e r to have a h a r d n e s s of 
20.3 g r . p e r ga l . , a r e s i d u e of 465 p p m . , and an 
i r o n content of 3.1 ppm. 
The w a t e r i s a e r a t e d and f i l t e r ed . 
Pumpage i s e s t i m a t e d to a v e r a g e 15,000 gpd. 
LABORATORY NO. 119,115 
I l l inois State Water Survey - Bul le t in No. 40 
The publ ic w a t e r supply w a s in s t a l l ed by the 
v i l lage of Odell (927) about 1898. 
At tha t t i m e a well was d r i l l ed to a depth of 
1298 ft. and located on F r o n t St. j u s t south of 
Hami l ton St. (or a p p r o x i m a t e l y 1400 ft. S. and 
970 ft. E. of the N. W. c o r n e r of Sect ion 10, T. 
29 N., R. 6 E . ) . The g round sur face e leva t ion is 
721± ft. 
The wel l was 6 in . in d i a m e t e r at the top and 
4 in . a t the bo t tom, and was r e p o r t e d to be c a s e d 
to a depth of 1000 ft. 
Water l eve l in 1914 was 185 ft. below the 
ground s u r f a c e , and in 1923 was 250 ft. 
The wel l was not used to any g r e a t extent 
af ter 1923 al though an a i r lift pump is s t i l l in 
p lace to s e r v e in an e m e r g e n c y . 
In 1911 a second wel l was d r i l l ed to a depth 
of 1360 ft. by J . P. Mi l le r A r t e s i a n Well Co . , 
Brookf ie ld , and located about 10 ft. nor th of the 
old wel l . The wel l was p laced in s e r v i c e in 
1913. The hole and cas ing r e c o r d is shown in 
Tab le 1. 
TABLE 1 
Hole R e c o r d 
12-in. f rom 0 to 410 ft. 
10-in. f r o m 410 to 1145 ft. 
8- in. f rom 1145 to 1360 ft. 
Cas ing R e c o r d 
12- in . f r o m 0 to 168 ft. 
10-in. f r o m 164 to 410 ft. 
8- in. f r o m 400 to 1110 ft. 
8 1 /4 - in . f rom 1110 to 1145 ft. 
Lead s ea l was p laced be tween the 12 and 10-
in . c a s i n g s and be tween the 10 and 8- in . c a s i n g s . 
The 8- in . cas ing was wrapped with a Mar l in 
packe r w h e r e i t was sea l ed into the 8 1 / 4 - i n . 
c a s i n g . 
Unti l 1935 wa te r was pumped f rom this wel l 
by a i r lift. The pumping ins t a l l a t ion now c o n -
s i s t s of 320 ft. of 5- in . co lumn pipe; 7 1/2- in . , 
18 - s t age P e e r l e s s t u rb ine pump , No. 5788, r a t e d 
at 125 gpm. aga in s t 320 ft. of head; the o v e r a l l 
length of the pump is 7 ft. 10 in . ; 35 ft. of suct ion 
pipe; 2 0 - h p . , 1800 r p m . U. S. e l e c t r i c m o t o r . 
In 1937 the pump was r e p a i r e d and new oil 
ODELL 
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tubing was ins ta l l ed b e c a u s e the old tubing had 
s e v e r a l h o l e s . The w a t e r l eve l w a s 180 ft. 
In Nov. 1945 a geophys ica l r e p o r t on the l o g -
ging of the wel l was m a d e by the State Geo log ica l 
Survey . The to ta l depth was r e p o r t e d to be 1341 
ft. showing a 19-ft . fill in the b o t t o m of the we l l . 
The u n c a s e d po r t i on of the wel l be tween 1144 ft. 
and the bo t t om was found to be in the St. P e t e r 
s an d s to n e . The w a t e r l eve l w a s 209 ft. below the 
s u r f a c e . 
When the pump was p laced back in the wel l , 
the old oi l tubing and b e a r i n g s and 50 ft. of c o l -
u m n pipe w e r e r e p l a c e d with new m a t e r i a l . The 
non-pumping w a t e r l eve l was m e a s u r e d in Nov. 
1945 at 209 ft. below the s u r f a c e . The wa te r at 
t i m e s h a s been pumped below the bo t t om of the 
suc t ion p ipe . 
A n a l y s e s of s a m p l e s (Lab . No. 104 ,783-
104,791) co l lec ted for a q u a l i t y - s o u r c e t e s t on 
Nov. 16, 1945, a r e shown in Tab le 2. 
The f i r s t w a t e r r e m o v e d t h r e e m i n u t e s after 
s t a r t i n g the pump was the r e s i d u a l wa te r left in 
the pump and co lumn pipe f rom the p r e v i o u s 
pumping p e r i o d . 
Between four and six minu t e s af ter s t a r t ing 
o p e r a t i o n , the w a t e r was obta ined f rom the s p a c e , 
i m m e d i a t e l y oppos i te and above the end of the 
suct ion p ipe . Th i s was w a t e r f r o m the lower 
Pennsy lvan ian or the upper S i lu r ian fo rma t ion . 
Th i s w a t e r i s shown to be v e r y highly m i n e r a l -
ized having a to ta l m i n e r a l content g r e a t e r than 
9000 ppm. and having no odor of hyd rogen sulf ide. 
A definite leg in the r a t e of t e m p e r a t u r e r i s e is 
noted a t t h i s t i m e . 
A second lag in r a t e of t e m p e r a t u r e r i s e is 
noted jus t be fo re the end of 20 m i n u t e s of o p e r a -
t ion and at t h i s t i m e a s l igh t but definite r i s e in 
the c h l o r i d e - t o - s u l f a t e r a t i o i s no ted . Th i s r i s e 
i s c a u s e d by the s l ight but dec ided d r o p in the 
sulfate c o n c e n t r a t i o n a t th i s t i m e . 
At th i s t i m e the w a t e r conta ined a v e r y s m a l l 
p ropor t i on of w a t e r p robab ly f r o m a leak at the 
packe r be tween the t w o c a s i n g s . I t was expec ted 
that t h i s change in compos i t i on would not be v e r y 
g r e a t s ince the pump was idle only 15 h o u r s b e -
fore s t a r t i ng and, t h e r e f o r e , p e r m i t t e d only some 
7 or 8 ga l lons of th i s co lde r w a t e r f r o m the t h i rd 
s o u r c e to en t e r the we l l . I t can be i n f e r r e d f rom 
these da ta that th i s t h i r d s o u r c e wa te r is of a low 
su l fa te , low ch lo r ide content and m o d e r a t e l y low 
h a r d n e s s . Such wa te r would be expec ted to be 
2 - Odell 
present in any sand and gravel at the base of the 
drift at about the point where the packer is placed. 
The remaining samples collected after 9 
A.M. show a continued decrease in mineral con-
tent and a r ise in temperature indicating that a 
greater proportion of the water was coming from 
the bottom of the well. At the end of 2 1/2 hours 
it was estimated that about 90 per cent of the 
water was from the lower portion of the well and 
approximately 10 per cent of the water was from 
the lower Pennsylvanian or the top of the Silur-
ian formation. This final mixture had a very 
strong odor of hydrogen sulfide. 
Analysis of a sample (Lab. No. 110,310) col-
lected May 14, 1947 after the pump had been op-
erating three hours, showed the water to have a 
hardness of 8.7 gr. per gal., a residue of 2389 
ppm., and an iron content of 0.4 ppm. 
The water is not treated but is sprayed from 
a pipe leading to the reservoir to remove the 
hydrogen sulfide. 
Pumpage is estimated at 35,000 gpd. 
An electrical earth resistivity survey was 
made in July 1945 by the State Geological Survey. 
The survey extended for three miles to the north 
of the village, four miles to the east and to the 
west, and five and one-half miles south. 
Sample-study log of well drilled about 1898 fur-
nished by the State Geological Survey: 
TABLE 2 
LABORATORY NO. 110,310 
I l l ino is Sta te Wate r Survey - Bul le t in No. 40 
The public wa te r supply for the c i ty of O g l e s -
by (3938) was s t a r t e d in 1912 and ac tua l ly i n -
s ta l led in 1915-16. 
In 1912, some t e s t we l l s w e r e d r i l l ed in an 
a t t empt to loca te a s a t i s f a c t o r y supply . The f i r s t 
t e s t wel l w a s located e a s t of town in the bo t t om 
land of the V e r m i l i o n R i v e r . Th i s wel l w a s 45 
ft. deep with a 12-ft. w a t e r - b e a r i n g s t r a t u m of 
fine sand over ly ing c lay . Two t e s t we l l s w e r e 
d r i l l e d south of town. One wel l was 60 ft. d e e p , 
and the o ther 90 ft. , both we l l s p e n e t r a t i n g l o a m , 
and r e d . and blue c lay . The p r o s p e c t s w e r e tha t 
only a l imi ted supply of w a t e r could be obta ined 
f r o m the V e r m i l i o n River bo t tom l a n d s . A t e s t 
we l l was d r i l l e d in the I l l ino is R i v e r bo t toms 
about 1 1/2 to 2 m i l e s n o r t h of town and a s h o r t 
d i s t ance f r o m the foot of the b luf fs . The d r i l l ing 
p e n e t r a t e d 26 ft. of l oam and c lay , and 14 ft. of 
sand and g r a v e l but did not p a s s th rough the e n -
t i r e g r a v e l s t r a t u m . 
Ana lys i s of a s amp le (Lab . No. 24710) c o l -
l ec ted F e b . 5 , 1913 after pumping four h o u r s by 
hand p u m p , showed the w a t e r f r o m th i s t e s t hole 
to have a h a r d n e s s of 67 g r . pe r ga l . , a m i n e r a l 
content of 1622 p p m . , and an i r o n content of 1.0 
p p m . 
Water i s now obta ined f r o m two we l l s loca ted 
a t the pumping s ta t ion . 
Well No. 1 is loca ted a p p r o x i m a t e l y 650 ft. S. 
and 1600 ft. E. of the N. W. c o r n e r of Sect ion 
36 , T. 33 N . , R. 1 E. I t was d r i l l e d by H. H. 
Adkins , Sul l ivan, Ind. , in 1915 to a depth of 1645 
ft. below a ground su r face e leva t ion of 630± ft. 
The top of the ca s ing is in a p i t t h r e e feet below 
the floor of the s t a t ion . An 18- in . od . cas ing e x -
t ends f r o m 3 to 88 ft.; a 15- in . od. cas ing extends 
f r o m 3 to 338 ft.; a 10- in . cas ing f rom 307 to 567 
ft.; and an 8- in . ca s ing f rom 432 to 880 ft. The 
hole w a s 8 in . in d i a m e t e r below the c a s i n g . 
P a c k e r s w e r e p laced be tween the 15 and 10- in . 
c a s i n g s and be tween the 10 and 8- in . c a s i n g s . 
Water was found at 815 ft. be tween depths of 875 
and 925 ft. and in the St. P e t e r s a n d s t o n e . 
The wel l w a s o r ig ina l ly equipped with a d e e p -
wel l pump with a 9 1/2- in . cy l inder s e t at 200 ft. 
During a 1 3 - h r . t e s t , the p roduc t ion was r e p o r t -
ed to be 350 gpm. Apparent ly tha t r a t e of p r o -
duct ion did not continue b e c a u s e i t b e c a m e n e c e s -
s a r y to lower the cy l inder to 280 ft., and in 1917 
the r a t e was r e p o r t e d to 175 gpm. 
The pump was o p e r a t e d about s ix h o u r s pe r 
day . An a i r lift was ins t a l l ed in 1921, and in 
1925 the p roduc t ion was r e p o r t e d to be 227 gpm. 
OGLESBY 
La Salle County 
July 11, 1947 
In Aug. 1931 the wel l was r e p o r t e d to be in 
cont inuous s e r v i c e and w a s p roduc ing 275 g p m . , 
bu t a t e s t in Dec . 1931 ind ica ted a p roduc t ion of 
170 gpm. The a i r lift was r e m o v e d , and an o b -
s t r u c t i o n was found at 980 ft. depth . 
A new wel l was finally comple t ed in 1932, 
and Wel l No. 1 was used as a s tandby unit unt i l 
1940 when i t w a s r e p a i r e d by J . P . Mi l l e r A r t e -
s ian Well C o . , Brookf ie ld . The r e p a i r s w e r e 
n e c e s s a r y b e c a u s e the w a t e r b e c a m e t u r b i d . 
Ana lys i s of a s a m p l e (Lab . No. 86364) co l l ec ted 
Sept . 19, 1939, showed a ch lo r ide content of 1455 
p p m . , a h a r d n e s s of 10.7 g r . p e r ga l . , a m i n e r a l 
content of 2858 p p m . , and an i r o n content of 7.6 
p p m . The c h a r a c t e r i s not r e p r e s e n t a t i v e of 
w a t e r s f r o m the St. P e t e r and the Ga lesv i l l e 
s a n d s t o n e s . 
In c leaning the we l l , an o b s t r u c t i o n w a s found 
at 960-ft . dep th . A 6 1/4-in. od. l i ne r was i n -
s t a l l ed f r o m 813 to 1259 ft. After the r e p a i r s had 
been m a d e , new pumping equ ipment was i n s t a l l ed 
as fol lows: 340 ft. of 6- in . c o l u m n pipe; 7 - s t age 
A m e r i c a n Well Works t u rb ine p u m p , No. 63476, 
r a t e d at 250 g p m . aga in s t 330 ft. of head; the 
o v e r a l l length of the pump is 6 ft.; 20 ft. of 6- in . 
suct ion p ipe ; 340 ft. of 1/4-in. a i r l ine ; 3 0 - h p . 
U. S. e l e c t r i c m o t o r , No. 187872, r a t e d at 1500 
r p m . 
A r e c o r d of the w a t e r l e v e l s , as m e a s u r e d 
f r o m the pump b a s e , and the pumping r a t e s , i s 
given in Tab le 1. 
A n a l y s i s of a s a m p l e (Lab . No. 111,049), c o l -
lec ted July 1 1 , 1947 af ter 7 1/2-hr. pumping , 
showed the w a t e r f r o m Well No . 1 to have a h a r d -
n e s s of 13.3 g r . p e r ga l . , a r e s i d u e of 1422 p p m . , 
and an i r o n content of 0.10 p p m . 
Well No . 2 is loca ted about 200 ft. wes t of No. 
1 and w a s d r i l l e d in 1931 by Layne Nor th C e n t r a l 
C o . , Ch i cago , to a depth of 1700 ft. Upon c o m -
ple t ion , the y ie ld r a t e w a s 115 gpm. and then 
d i m i n i s h e d to 90 g p m . The c o n t r a c t for a wel l 
had specif ied a p roduc t ion of 350 g p m . The pump 
was r e m o v e d , and t h r e e c a v e - i n s w e r e found b e -
tween dep ths of 975 and 1255 ft. The caved m a -
t e r i a l was c l eaned out and the ca s ing r e p l a c e d . 
Subsequen t ly the p roduc t ion w a s 170 g p m . In an 
effort to i n c r e a s e the supply to a t l e a s t 350 g p m . , 
the Sewel l Well Dr i l l ing C o . , St. L o u i s , M o . , 
deepened the wel l in 1932-1933 to 2784 ft. 
The pumping equ ipment c o n s i s t s of: 170 ft. 
of 7 - in . co lumn pipe; 7 - s t age Layne & Bowle r 
t u r b i n e pump , No. 6092, r a t e d a t 350 g p m . a -
ga ins t 205 ft. of head ; the o v e r a l l length of the 
2 - Oglesby 
pump is 6 ft.; 20 ft. of 6-in. suction pipe; 175 ft. 
of air line; 50-hp., 1750 rpm.U .S . electr ic motor. 
The hole and casing diameter record is shown 
in Table 2. 
TABLE 2 
Hole Record 
10-in. from 568 to 1715 ft. 
8-in. from 1715 to 2784 ft. 
Casing Record 
20-in. od. from 0 to 102 ft. 
16-in. od. from 57 to 306 ft. 
13-in. od. from 289 to 568 ft. 
10-in. id. from 541 to 880 ft. 
8-in. liner from 906 to 1715 ft. 
A record of the water levels, as measured 
from the pump base, and the pumping ra tes , is 
given in Table 3. 
While the pumping equipment was out from 
May 17 to 27, 1946, the State Water Survey in-
stalled an automatic recorder in the well. The 
water level raised steadily from 120.6 on the 
first day to 119.4 on May 27, and very little in-
terference was recorded from Well No. 1 which 
was furnishing the city water supply during this 
period. 
Analysis of a sample (Lab. No. 110,979) col-
lected July 8, 1947 after 20-min. pumping, showed 
the water in Well No. 2 to have a hardness of 
18.7 gr. per gal., a residue of 878 ppm., and an 
iron content of 0.8 ppm. 
The water from both wells is aerated and 
filtered for hydrogen sulfide and iron removal. 
A sample (Lab. No. 110,977) of treated water 
blended with the water from the No. 1 Well was 
found to have a hardness of 15.4 g r .pe r gal., a 
mineral content of 1308 ppm., and an iron content 
of 0.13 ppm. 
Well No. 3 was completed at a depth of 2812 
ft. in May 1949 by J. P. Miller Artesian Well Co., 
Brookfield, and located about 1/2 mile southeast 
of Well No. 1 (or approximately 1150 ft. N. and 
1400 ft. W. of the S. E. corner of Section 36). 
Well No. 3 was cased as follows: 
30-in. pipe from surface to 105 ft. 
24-in. pipe from surface to 568 ft. 
20-in. pipe from 568 to 785 ft. 
16-in. pipe from surface to 123 7 ft. 
12-in. liner from 1662 ft. 5 in. to 1819 ft. 
6 in. 
Belowthe liner the hole is 12-in. ( ?) diameter. 
A production test was made on May 19-20, 
1949, using State Water Survey calibrated measur -
ing equipment. Before pumping the water level 
was 135 ft. below the pump base and after 26-hr. 
pumping at 786 gpm. the drawdown was 165 ft. 
Temporary test pumping equipment was used in 
the test . 
Analysis of a sample (Lab. No. 118245) col-
lected May 20, 1949 after 24-hr. pumping at 764 
gpm. showed this water to have a hardness of 
16.7 gr. per gal., a residue of 897 ppm., and an 
iron content of 0.8 ppm. 
Pumpage is estimated to average 245,000 gpd. 
TABLE 1 
Water Levels 
Oglesby - 3 
TABLE 3 
Water Levels 
Sample-study log of Well No. 2 furnished by the State Geological Survey: 
4 - Oglesby 
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LABORATORY NO. 110,979 
LABORATORY NO. 110,977 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the vi l -
lage of Ohio (524) in 1894. 
Water was obtained from a well drilled to a 
depth of 412 ft. by the American Well Works Co. 
Tools were lost, and the well was subsequently 
abandoned. 
A log of this well, as given in Leveret t ' s 
"Ill inois Glacial Lobe," published in 1899, indi-
cates that the 412 ft. is the top of l imestone. 
In 1900, a well known as the West Well was 
drilled by F. C. Albrecht, Ohio, in the west end of 
the pump station on the north side of Jackson St. 
between Main and Grove St. (or approximately 1740 
ft. N. and 2040 ft. E. of the S. W. corner of Sec-
tion 9, T. 18 N., R. 9 E.). It is about 30 ft. west 
and 2 ft. south of the first well. 
The well was reported to be 385 ft. deep from 
a ground surface elevation of 920± ft., and cased 
with 6-in. pipe to a depth of 361 ft. below which 
24 ft. of screen was set. 
The pump assembly consists of A. D. Cook 
deep-well pump operated with an 18-in. stroke at 
a ra te of 21 strokes per min. with a 4-in. cylinder 
attached to a 4 1/2-in. diameter column pipe. 
There is 16 ft. of suction pipe below the cylinder. 
The bottom of the suction pipe is 335 ft. below the 
top of the well. The pump is operated 8 h r . per 
day and is estimated to discharge 65 gpm. Power 
is furnished by a 10-hp., 1140 rpm. Wagner e lec -
t r i c motor, No. 131571, belt-connected to the 
pump. 
Analysis of a sample (Lab. No. 111,797) col-
lected Sept. 9, 1947 after pumping 25 min., showed 
the water in the West Well to have a hardness of 
9.9 gr. per gal., a total mineral content of 289 
ppm., and an iron content of 2.3 ppm. 
The East Well was drilled by F. C. Albrecht 
about 1912, approximately 38 ft. east of the West 
OHIO 
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Well, and to a depth of 388 ft. It was cased with 
6-in. pipe from the top to within 40 ft. of the bot-
tom of the well. A No. 60 gauze wire screen, 34 
ft. in length, was set below the casing. Just above 
the seal between the 6-in. casing and the screen, 
a 5 1/4-in. pump cylinder became wedged, caus-
ing sand to enter the well, wearing out the pump 
leathers . 
In 1916, the water level was 260 ft. below the 
top of the well while the west pump was operat-
ing. The west pump was stopped, and, after 8 
min., the water level in the West Well raised 
1/2 in. 
The East Well was abandoned in 1933. 
In 1933, a new well was drilled by Jonah Stultz, 
Dixon, about 14 ft. north of the West Well. It is 
404 ft. deep and cased with 390 ft. of 8-in. pipe 
below which is 14 ft. of 7 1/2-in. Johnson screen. 
The pumping assembly consists of 310 ft. of 
4 1/2-in. column pipe; 7 7 / l6- in . , 13-stage P o -
mona turbine pump, No. L-733, rated at 100 gpm. 
against 280 ft. of head at 1760 rpm.; the length 
of the pump is 81 3/4-in.; 20 ft. of 4 1/2-in. suc-
tion pipe; 15-hp. Westinghouse motor. The pump 
is operated 8 h r . per day at an estimated rate of 
100 gpm. 
On June 6, 1938, the non-pumping water level 
was 250 ft. below the pump base, and in 1943 the 
water level was 255 ft. 
Analysis of a sample (Lab. No. 111,798) col-
lectedSept. 9, 1947 after pumping 35 min., showed 
the water in the North Well to have a hardness of 
9.6 gr . per gal., a residue of 288 ppm., and an 
iron content of 2.3 ppm. Methane gas has been 
reported to be present in the water . 
The water is not treated. The entire demand 
is supplied from the West Well and the North Well. 
Pumpage is estimated at 79,000 gpd. 
LABORATORY NO. 111,797 
2 - O h i o 
LABORATORY NO. 111,798 
Illinois State Water Survey - Bulletin No. 40 
The village of Okawville (708) installed a pub-
lic water supply in 1936. 
A test well was drilled early in 1936 and was 
located about 2 miles north of the city in the flood 
plain of the Kaskaskia River (or approximately 
600 ft. N. and 1300 ft. E. of the S.W. corner of 
Section 4 ,T . 1 S, R. 4 W). The surface elevation 
at the well-site is 415t ft. 
The test well was 65 ft. deep, and was repor t -
ed to have penetrated fine, dirty sand between 16 
and 30 ft., and clean medium sized sand between 
30 and 65 ft. The well was cased with 8-in. pipe 
to a depth of 50 ft., and was equipped with a 15-ft. 
length of 8-in. No. 6 Layne shutter screen. 
A production test was made by the State Water 
Survey on Feb. 12, 1936. After 8-hr. pumping 
at 20 gpm., the drawdown had decreased from 5 
ft. 10 in. to 5 ft. from the non-pumping water level 
of 16 ft. 6 in. below the ground surface. 
Analysis of a sample (Lab. No. 77436) collected 
Feb. 12, 1936, showed the water to have a hard-
ness of 21.8 gr . per gal., a residue of 496 ppm., 
and an iron content of 10.0 ppm. 
The permanent city well was drilled in 1936 
to a reported depth of 69 ft. 9 in. by Layne-We stern 
Co., Chicago, at the site of the test well. This 
well is of the gravel-wall type, with a 20-in. outer 
casing extending to a depth of 34 ft. below the 
ground surface, and a 10-in. inner casing from 
the surface to a depth of 44 ft. 9 in. A 25-ft. 
length of 10-in. No. 9 Layne screen extends to 
the bottom of the well. In Jan. 1947 the well 
depth was measured 74 ft. 4 in. below the pump 
base , which was about 10 ft. above ground level. 
The non-pumping, water level on Mar. 11, 
1936 was reported to be 9 ft. below the ground 
surface. The water level is reported to vary with 
the season. A production test was made on Mar. 
24, 1936 by the State Water Survey. Water was 
pumped by an air lift system. After 8-hr. pump-
ing at 42 gpm., the drawdown had increased from 
3 1/2 to 4 1/2 ft. from the non-pumping water 
level of 10 1/2 ft. below the ground surface. In 
Jan. 1947 the water level after a 48-hr. idle 
period was 17 1/2 ft. At that time the badly cor -
roded screen was removed but not replaced. 
New pumping equipment installed in Jan. 1947 
consists of: 60 ft. of 4-in. column pipe; 6-in., 
4-stage Layne turbine pump, No. 13 695, rated at 
100 gpm. against 60 ft. of head; the overall length 
OKAWVILLE 
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of the pump is 2 ft. 5 in.; 10 ft. of 4-in. suction 
pipe; unknown length of air line; 5-hp. U. S. e lec -
t r ic motor. 
On Mar. 20, 1948 after a 3-minute idle period, 
the non-pumping altitude gauge recorded 48 1/2 
ft. and after 15-minute pumping at 100 gpm., the 
drawdown was 30 ft. 
Analysis of a sample (Lab. No. 113,887) col-
lected Mar. 20, 1948 after 15-minute pumping 
showed the water to have a hardness of 28.7 gr . 
per gal., a residue of 674 ppm., and an iron con-
tent of 4.8 ppm. 
The water is partially softened. 
Analysis of a sample (Lab. No. 114,108) col-
lected Mar. 20, 1948, 40 h r . after backwashing 
showed the treated water to have a hardness of 
15.5 gr. per gal. , a mineral content of 467 ppm., and 
an iron content of 0.5 ppm. 
On Apr. 16, 1949 it was reported that Well 
No. 2 had been completed recently by Thorpe 
Concrete Well Co., Alton, and located 30 ft. north 
of Well No. 1. The well was constructed to rock 
at 72 ft., and cased with 32 ft. of 30-in. id. (40-
in. od.) concrete pipe and 40 ft. of porous con-
crete pipe. A 2-ft. concrete plug was poured in 
the bottom of the concrete screen. 
The top of the casing was sealed by the fol-
lowing construction. A 6-ft. diameter steel c a s -
ing, 10 ft. in depth, was set around the top of the 
concrete casing and the annular space between 
the casings was filled with concrete. The top of 
the steel casing was at ground level. Before the 
concrete had set, the 6-ft. steel casing was pulled 
and a 10-ft. section of 49-in. diameter steel c a s -
ing, was set 18 in. deep in the moist concrete. 
The top of the 49-in. casing extended 8 1/2 ft. 
above the ground level. The 30-in. id. concrete 
casing was then extended upwards so that the top 
was level with the top of the 49-in. casing. The 
annular space between these casings was filled 
with concrete. 
The well is reported to be equipped with 60 
ft. of column pipe; 4-stage Fairbanks-Morse 
Pomona turbine water-lubricated pump rated at 
100 gpm. against 75 ft. of head; 5-hp. General 
Electric motor, operated at 1760 rpm. 
Metered pumpage for the 14-mo. period p r e -
ceding Mar. 1948, averaged 32,200 gpd. for the 
entire public supply. 
2 - Okawvil le 
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Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the v i l -
lage of Olmsted (592) in 1941. 
Water is obtained from a well drilled in 1940 
by the Case Engineering Co., St. Louis, Mo., and 
located about 50 ft. north of the center of the high-
way spur about 1200 ft. east of State Route No. 37 
(or approximately 50 ft. N. and 2000 ft. E. of the 
S.W. corner of Section 22, T. 15 S., R. 1 E.) . The 
well is 1000 ft. deep below a ground surface e le -
vation of 344± ft. 
Sample-study log of well drilled in 1940 furnished 
by the State Geological Survey: 
The outer casing consists of: 10-in. pipe 
from the surface to 100 ft., 8-in. pipe from 100 to 
OLMSTED 
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250 ft., and 6 3/4-in. pipe from 250 to 473 ft. 
The 5-in. inner casing extends from the surface to 
871 ft., below which the hole is 4 3/4 in. in dia-
meter to the bottom of the well. 
The non-pumping water level was reported to 
be 40 to 45 ft. below the ground surface when the 
well was completed. 
The well is equipped as follows: 200 ft. of 
3-in. column pipe; 4-in. 13-stage, Cook Turbine 
pump, No. 4346, having an overall length of 5 ft., 
and rated at 35 gpm. against 58 ft. of head., when 
operating at 1750 rpm.; 10 ft. of 3 1/4-in. od. 
suction pipe; 3-hp., 1800 rpm. U.S. electric mo-
tor . No. 217958. 
The State Water Survey made production tests 
on Aug. 1-2, 1940; and Aug. 20-23, 1940. Before 
the first test , the water level was reported to be 
18-20 ft. below the ground surface. Pumping 
water levels were not measured because no air 
line was installed. When pumping at a rate of 38 
gpm., the water was not drawn below the end of 
the suction pipe at a depth of 215 ft. 
Analysis of a sample (Lab. No. 113337) col-
lected Jan. 28, 1948 after 4-hr . pumping at 35 
gpm., showed the water to have a hardness of 8.8 
gr . per gal., a residue of 257 ppm., and an iron 
content of 0.5 ppm. 
The water is aerated. 
The estimated average pumpage is 17,000 gpd. 
There were 150 metered service connections 
in use in Jan. 1948 and 5 flat rate u se r s , one of 
which is the Sinclair Oil Co. Fu l le r ' s earth plant. 
LABORATORY NO. 113,337 
I l l inois , State Water Survey - Bul le t in No. 40 
A publ ic w a t e r supply s y s t e m was ins ta l l ed in 
1925 under p r iva t e o w n e r s h i p of Brown & H a m m e r , 
R e a l t o r s , t o supply the h o m e s in the subdiv is ion 
deve lopmen t . Olympia F i e l d s (101) was i n c o r -
p o r a t e d as a v i l lage about 1927, and public o w n e r -
sh ip of the w a t e r supply s y s t e m was a c q u i r e d 
sho r t l y t h e r e a f t e r . 
Wate r is obta ined f r o m a wel l loca ted on the 
no r th bank of But te r f ie ld C r e e k about 25 ft. w e s t 
of Kedzie Ave . and 300 ft. south of 208th St. (or 
a p p r o x i m a t e l y 300 ft. S. and 50 ft. W. of the N . E . 
c o r n e r of Sect ion 23 , T. 35 N . , R. 13 E . ) . The 
e leva t ion of the ground s u r f a c e s a t the wel l i s 
673± ft. 
The wel l w a s d r i l l e d by P . E . Mi l l i s & C o . , 
Byron , in 1924 to a depth of 169 ft. and a d i a m e t e r 
of 10 in . The wel l flowed af ter comple t ion of the 
d r i l l ing and for a few y e a r s dur ing the win te r 
m o n t h s . I t is influenced by the pumping of the 
Olympia F i e l d s Coun t ry Club w e l l s which a r e f r e -
OLYMPIA FIELDS 
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quent ly o p e r a t e d 24 h r . dai ly dur ing d r y s u m m e r 
p e r i o d s . 
The following pump i n s t a l l a t i o n i s in s e r v i c e : 
60 ft. of 5 - in . co lumn pipe; 8 - in . , 9 - s t age P o m o n a 
tu rb ine p u m p , r a t e d at 250 gpm. aga ins t 200 ft. 
of head ; the o v e r a l l length of the pump is 6 ft.; 
10 ft. of 5 - in . suct ion p ipe; 15-hp . West inghouse 
e l e c t r i c m o t o r . 
Ana lys i s of a s ample (Lab . No. 107,162), c o l -
lec ted July 19, 1946 af ter 10 -min . pumping at 250 
gpm. , showed th i s w a t e r to have a h a r d n e s s of 
31.2 g r . pe r ga l . , a r e s i d u e of 681 p p m . , and an 
i r o n content of 0.2 ppm. T h i s qua l i ty i s t yp ica l 
for w a t e r f r o m t h i s depth in t h i s v ic in i ty . 
The p u m p i s o p e r a t e d da i ly to supply the r e s i -
dent ia l d e m a n d s of the v i l l age , but no pumpage 
da ta a r e a v a i l a b l e . 
All w a t e r i s now c h l o r i n a t e d . 
LABORATORY NO. 107,162 
I l l ino is Sta te Water Survey - Bul le t in No. 40 
The v i l l age of Omaha (413) i n s t a l l ed a public 
w a t e r supply in F e b . , 1947. 
The v i l lage owns a wel l d r i l l ed in 1915 at the 
sou theas t c o r n e r of the i n t e r s e c t i o n of W a s h i n g -
ton A v e . and Second St. (or a p p r o x i m a t e l y 1375 
ft. S. and 300 ft. W. of the N . E . c o r n e r of Sect ion 
27 , T . 7 S. , R. 8 E . ) . 
The wel l i s 6 in . in d i a m e t e r and was d r i l l e d 
to a depth of 130 ft . , but in 1946 it w a s r e p o r t e d 
to have been filled with r o c k s and mud to a depth 
of 90 ft. A product ion t e s t w a s m a d e on Jan . 28 , 
1946 by the State Water Survey . When pumping 
at a r a t e of 25 g p m . , t h e d rawdown w a s 36 ft. be-
low a non-pumping w a t e r l eve l of 7 ft. The wel l 
is equipped with a hand pump and is used by some 
r e s i d e n t s when the new wel l i s not in ope ra t i on . 
The w a t e r l eve l i s lowered below the p u m p se t t ing 
when the new wel l pump is in ope ra t i on . 
A n a l y s i s of a s amp le (Lab . No. 105,388), c o l -
l ec ted J an . 28 , 1946, showed the w a t e r to have a 
h a r d n e s s of 5.1 g r . pe r g a l . , a r e s i d u e of 1055 
p p m . , and an i r o n content of 1.1 ppm. 
Th i s we l l i s not p a r t o f the public wa te r s y s -
t e m which was ins t a l l ed in 1946. 
A wel l was d r i l l e d in 1946 to a dep th of 130 ft. 
by P a u l Hudgins , E l d o r a d o , and i s loca ted about 
100 ft. south of Washington Ave. , and 35 ft. w e s t 
of Second St. (or a p p r o x i m a t e l y 1575 ft. S. and 
450 ft. W. of the N . E . c o r n e r of Sect ion 27). The 
su r face e leva t ion i s 4 0 0 t ft. 
Dur ing d r i l l i ng o p e r a t i o n s , w a t e r was e n -
OMAHA 
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coun te red at a depth of 110 ft. 
C o r r e l a t e d d r i l l e r ' s log of wel l d r i l l ed in 1946 
fu rn i shed by the State Geologica l Survey: 
The wel l is c a s e d with 6- in . pipe to a depth of 
110 ft. , and th i s pumping equ ipmen t c o n s i s t s of: 
80 ft. of 4 - i n . co lumn p ipe ; 15 - s t age F a i r b a n k s -
M o r s e v e r t i c a l tu rb ine p u m p , No. S.W. 43383; 20 
ft. of suc t ion p ipe ; 5-hp . G e n e r a l E l e c t r i c m o t o r . 
A p roduc t ion t e s t was m a d e by the State Water 
Survey on May 15, 1946. When pumping at 18 
g p m . , the drawdown w a s 54 ft. f r o m a non-pumping 
w a t e r l eve l of 5 ft. 
A n a l y s i s of a s amp le (Lab . No. 106,470), c o l -
l ec t ed May 15, 1946, showed the w a t e r to have a 
h a r d n e s s of 4.4 g r . p e r g a l . , a r e s i d u e of 751 
p p m . , and an i r o n content of 0.5 p p m . 
The a v e r a g e e s t i m a t e d pumpage i s 6000 gpd. 
LABORATORY NO. 106,470 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed in 1904 
by the village of Onarga (1413). 
Water was obtained from three 6-in. wells 
located at the pumping station at the southwest 
corner of Wilson Ave. and south Chestnut St. (or 
approximately 1945 ft. N. and 450 ft. E. of the 
S. W. corner of Section 19, T. 26 N., R. 11 E.). 
One of the wells was 105 ft. deep and the other 
2 were 110 ft. The wells were about 20 ft. apart . 
In Sept. 1913 the non-pumping water level was 11 
ft. below a ground surface elevation of 670t ft. 
and, when pumping, the drawdown was 15 ft. 
These wells were capped and abandoned in 
1922. 
In July 1922, two wells were drilled by O. H. 
Stiegman, Roberts , and located 25 ft. apart in an 
east and west direction, and about 35 ft. north of 
the northernmost of the old wells. Each well was 
drilled to 156 ft. depth and cased with 6-in. pipe, 
with the bottom 10 ft. slotted with 3/16-in. open-; 
ings. 
In Sept. 1930, the non-pumping water level 
was 12 ft. below ground level. Water is pumped 
by air lift with 1-in. air pipes and 4-in. eductor 
pipes. The eductor pipes extend to within 10 ft. 
ONARGA 
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of the bottom of the well. Both wells are in se rv -
ice and are alternated. 
Analysis of a sample (Lab. No. 116,359) col-
lected Nov. 6, 1948 after 1-hr. pumping at an 
estimated rate of 245 gpm., showed this water to 
have a hardness of 35.1 g r .pe r gal., a residue of 
891 ppm., and an iron content of 2.0 ppm. 
When the pumps have been shut down for a 
period of as much as one week, all water is then 
chlorinated. 
Pumpage is estimated to average 96,000 gpd. 
inclusive of water supplied Onarga Nursery and 
Onarga Military Academy. 
Correlated dr i l l e r ' s log of well drilled in 1922 
furnished by the State Geological Survey: 
LABORATORY NO. 116,359 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the city 
of Oneida (556) in 1945. 
Water is obtained from a well drilled by Ellis 
Jones, Burlington, Iowa, and located at the south-
east corner of Young American and Sage St. (or 
approximately 1500 ft. S. and 1860 ft. E. of the 
N. W. corner of Section 36, T. 13 N., R. 2 E.). 
The well was drilled to a depth of 840 ft. be -
low a ground surface elevation of 815t ft. 
Sample-study log of well drilled in 1945 furnished 
by the State Geological Survey: 
The 10-in. casing was cemented in by dropping 
the plugged casing into neat cement grout and 
forcing the grout to the surface between the 10-in. 
and 12-in. casings. 
The pumping installation consists of 320ft. of 
6-in. column pipe; 6-in. American Well Works 
ONEIDA 
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turbine pump, No. 71884, rated at 120 gpm. against 
312 ft. of head at 1760 rpm.; 320 ft. of air line; 20 
ft. of 6-in. suction pipe and strainer; 15-hp., 1755 
rpm. U. S. motor, Serial No. 515254. 
The hole and casing diameter record is shown 
in Table 1. 
TABLE 1 
Hole Record 
12-in. from 0 to 79.3 ft. 
10-in. from 79.3 to 526 ft. 
8-in. from 526 to 840 ft. 
Casing Record 
12-in. from 0 to 39.5 ft. 
10-in. from 0 to 79.3 ft. 
8-in. from +1.0 to 526 ft. 
When the well was completed, a production 
test was made by the dr i l ler , Miller Engineering 
Co., and the State Water Survey. For test pur-
poses, the following equipment was used: 385 ft. 
of 4-in. drop pipe; a 5 3/4-in. cylinder; an air line, 
311 ft. in length below the top of the 8-in. casing. 
Before the test started, the water level was 
277 ft.; and after 3-hr. pumping at 49 gpm., the 
drawdown was 5 1/2 ft. Due to mechanical 
troubles, the test was not run for a longer t ime. 
At present there are 45 service connections 
and an estimated consumption of 7,000 gpd., one-
half of which is used by the high school. It is e s -
timated that there will be 160 service connections 
when the projected improvements to the water 
system are completed. 
Analysis of a sample (Lab. No. 104,729), col-
lected Nov. 9, 1945, showed this water to have a 
hardness of 3.6 gr. per gal., a mineral content 
of 842 ppm., and an iron content of 1.0 ppm. 
LABORATORY NO. 104,729 
I l l ino is State Water Survey - Bul le t in No. 40 
A w a t e r supply was i n s t a l l e d for Oph iem, u n -
i n c o r p o r a t e d , (100) in 1946. The s y s t e m is owned 
by the Ophiem Water s y s t e m , a non-prof i t o r g a n i -
za t ion of 23 m e m b e r s who d r i l l ed the wel l for 
t he i r own u s e . M r . A. R. Rehn i s p r e s i d e n t and 
R. H. O s s i a n is s e c r e t a r y of the wa te r company . 
The s o u r c e of the supply is a wel l d r i l l ed in 
Oct . 1946 by C a r l L a r s o n , Or ion , and loca ted a p -
p r o x i m a t e l y 175 ft. N. and 2000 ft. W. of the S.E. 
c o r n e r of Sect ion 28 , T. 15 N . , R. 1 E. The wel l 
is 370 ft. deep below a ground su r face e l eva t ion 
of 725± ft. 
The wel l was c a s e d with 8- in . pipe to r o c k , 
6- in . ca s ing f r o m 0 to 207 ft., and a 5 3 / 1 6 - i n . 
l iner f r o m 310 ft. to 330 ft. The 8- in . cas ing w a s 
pulled af ter the 6- in . cas ing was s e t . 
A p roduc t ion t e s t was m a d e by the d r i l l e r 
upon comple t ion of the we l l . Before the t e s t 
s t a r t e d , the w a t e r l eve l was 180 ft. below the 
b a s e of the pump; and af te r pumping for 3 h o u r s 
at 50 gpm. , the w a t e r level was 288 ft. or a d r a w -
down of 108 ft. R e c o v e r y of 100 ft. of the d r a w -
down o c c u r r e d 4 m i n u t e s a f te r stopping the p u m p . 
The wel l is equipped with 300 ft. of 2 1/2-in. 
OPHIEM 
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co lumn pipe; P e e r l e s s High Lift pump r a t e d a t 
50 gpm. ; 10 ft. of 2 1/2-in. suct ion p ipe; 10-hp. 
U. S . e l e c t r i c m o t o r . 
Ana lys i s of a s amp le (Lab . No. 108,505), c o l -
lec ted Dec . 2 , 1946 af ter the pump had been o p -
e r a t i n g about 10 m i n u t e s , showed th i s wa te r to 
have a h a r d n e s s of 9.7 g r . pe r g a l . , a r e s i d u e of 
517 p p m . , and an i r o n content of 2.4 p p m . 
C o r r e l a t e d d r i l l e r ' s log of we l l d r i l l e d in 1946 
furn ished by the State Geolog ica l Survey : 
LABORATORY NO. 108,505 
I l l ino is S ta te Water Survey - Bul le t in No. 40 
The public w a t e r supply for the v i l lage of 
Oquawka (912) was in s t a l l ed in 1900. 
Wate r was obtained f r o m a wel l which w a s 
abandoned the following y e a r , when 4 wel l po in t s 
w e r e d r i v e n in sand and g r a v e l at the foot of 
W a r r e n St. n e a r the M i s s i s s i p p i R i v e r , (or a p -
p r o x i m a t e l y 1300 ft. S. and 4400 ft. W. of the 
N. E. c o r n e r of Sect ion 22, T. 11 N . , R. 5 W.). 
The e l eva t ion of the ground su r face is 530± ft. 
In 1915 e ight we l l s w e r e d r i v e n a t the s a m e 
loca t ion by F r a n k Boden. E a c h wel l was c a s e d 
with 2 - in . ga lvanized pipe to a depth of 29 ft. , the 
bo t tom 3 ft. being p e r f o r a t e d , and with 3 ft. of 
No. 60 gauze s c r e e n ins ide the p e r f o r a t e d p ipe . 
Wa te r was pumped 24 h r . da i ly , and the c o n s u m p -
t ion was e s t i m a t e d to be 10,000 gpd. In 1922 non-
pumping w a t e r l eve l s w e r e at a depth of 10 ft., 
OQUAWKA 
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but v a r i e d with the r i v e r s t a g e . 
Between 1923 and 1927 the old wel l po in ts 
w e r e r e p l a c e d by new ones d r i v e n 10 ft. d e e p e r 
in an a t t e m p t to avoid r a p i d c logging. 
Water is obta ined f r o m 14 wel l points d r i v e n 
to a depth of 36 ft. and pumped by a 2 -p i s ton , 
d o u b l e - s t r o k e , 7- in . b y 10 - in . , F a i r b a n k s - M o r s e , 
No. 270355, suc t ion p u m p . P o w e r i s furnished by 
a 15-hp . , 8 7 5 - r p m . G e n e r a l E l e c t r i c m o t o r . 
Ana lys i s of a s ample (Lab . No. 108,142), c o l -
l ec t ed Oct . 28, 1946 af ter 3 0 - m i n . pumping at 200 
gpm. , showed t h i s w a t e r to have a h a r d n e s s of 
13.0 g r . p e r g a l . , a r e s i d u e of 281 ppm. , and no 
i r o n . 
P u m p a g e i s e s t i m a t e d to be 25,000 gpd. 
LABORATORY NO. 108,142 
Illinois State Water Survey - Bulletin No. 40 
The village of Orangeville (407) installed a 
public water supply in 1896. 
Water was originally obtained from a well, 
probably drilled by E. Wareham, Freepor t , in 
1896 and located 1/2 block north of High St. and 
20 ft. west of Church St. This well was 142 ft. 
deep and 8 in. in diameter and was equipped with 
a Fairbanks-Morse deep-well cylinder-type 
pump. The well has been plugged, capped, and 
covered with about 5 ft. of earth, and is under 
the floor of a room in the pump house. 
In 1904, P. E. Millis, Byron, drilled a well 
located 10 ft. west of the old well on the west 
side of Highway No. 26 and about 1/2 block north 
of High St. (or approximately 2380 ft. S. and 2640 
ft. E. of the N. W. corner of Section 36, T. 29 N., 
R. 7 E.). 
The well is 12 in. in diameter and from 250 
to 300 ft. deep. A Gould triplex pump was set in 
a pit 21 ft. deep surrounding the well. 
About 1932 the casing was extended to the 
ORANGEVILLE 
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surface, the pit filled, and new pumping equip-
ment was installed. This equipment consists of 
90 ft. of 5-in. column pipe; 20 ft. of 5-in. suction 
pipe; Fairbanks-Morse turbine pump rated at 
275 gpm. at 1800 rpm. The pump is directly con-
nected to a 25-hp. Fairbanks-Morse electric 
motor, No. 265602. 
The base of the pump is 2 ft. below ground 
surface. 
Analysis of a sample (Lab. No. 112,576) col-
lected Nov. 11, 1947 after 1-hr. pumping at 284 
gpm. showed this water to have a hardness of 
19.3 gr. per gal., a residue of 355 ppm., and no 
iron content. 
In Nov. 1947 the non-pumping water level was 
18 ft. below the base of the pump after pumping 
1 hr. at 284 gpm., and the drawdown was 6 ft. 
The water is not treated. 
Pumpage is estimated to be 54,000 gpd. 
LABORATORY NO. 112,576 
Illinois State Water Survey - Bulletin No. 40 
The city of Oregon (2825) installed a public 
water supply in 1886. 
Originally, water for fire protection was ob-
tained from a shallow well. In 1897, the well was 
deepened to 1690 ft. This well is located close 
to the bank of the Rock River in the northeast 
part of town, near the intersection of 3rd and I l -
linois St. (or approximately 2300 ft. S. and 1500 
ft. E. of the N.W. corner of Section 3, T. 23 N., 
R. 10 E.). The surface elevation is 672t ft. This 
well is 10 in. in diameter. 
Originally, water flowed from the well into 
an excavated stone-curbed reservoir surround-
ing the well. In 1931, the reservoir was aban-
doned, and the well casing sealed. The suction 
side of each of the 2 Gould triplex pumps, which 
previously had pumped water from the reservoir , 
was connected to the well. 
In Sept. 1947, the suction pumps were r e -
placed by the existing pumping equipment: 90 ft. 
of 6-in. column pipe; 15-stage Fairbanks-Morse 
Pomona turbine, water lubricated pump, No. 
SH1260; the overall length of the pump is 10 ft.; 
10 ft. of 6-in. suction pipe; 100 ft. of air line; 
40-hp., 1745 rpm. General Electric motor, No. 
5309746. 
When the turbine was installed, water was 
pumped for 24 hr . at a rate of 450 gpm. On Dec. 
2, 1947, the non-pumping water level was r e -
ported to be 5 ft. below the top of the well and 
when pumping at 466 gpm., the drawdown was 60 
ft. 
Analysis of a sample (Lab. No. 112,800) col-
lected Dec. 2, 1947 after 1-hr. pumping at 466 
gpm., showed this water to have a hardness of 
17.0 gr. per gal., a residue of 286 ppm., and an 
iron content of 0.3 ppm. 
The reservoi r around the top of the well has 
been filled in and a pump house built over the 
well. The Gould pumps have not been removed 
from the pump house located 20 ft. south of the 
well, but the pumps are disconnected from the 
well. 
Well No. 2 was completed at a depth of 1200 
ft. in July, 1948 by Neely and Schimelpfenig, Ba-
tavia, and locarted 150 ft. east of Third St. and 
150 ft. south of Franklin St. (or approximately 
930 ft. S. and 1600 ft. E. of the N. W. corner of 
Section 3). The ground elevation is 707± ft. 
OREGON 
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Sample-study log of Well No. 2 furnished by the 
State Geological Survey: 
The hole and casing record is shown in Table 
1. 
TABLE 1 
Hole Record 
12 3/4-in. to 1200 ft. 
Casing Record 
20-in. od. from +1.0 to 145 ft. 
below surface. 
14-in. od. from +1.0 to 358 ft. 
19-in. od. from 133 to 181 ft. 
When the drilling had reached 962 ft. a p ro -
duction test was made by the State Water Survey 
on Apr. 23, 1948, using the following equipment 
for test purposes: 200 ft. of 7-in. id. column 
pipe; 11-stage turbine pump having an overall 
length of 12 ft.; 200 ft. of 1/4-in. air line; e lec -
t r ic motor. 
Before the test , the water level was 31 ft. 
from the top of the 20-in. casing. After 3-hr. 
pumping at 385 gpm., the drawdown was 71 ft. 
and after an additional 7-hr. pumping at a final 
rate of 735 gpm., the, drawdown was 149 ft. 
Thirty min. after stopping the pump, the water 
level was 53 ft. and 11 hr . later the water level 
2 - Oregon 
was 34 ft. 
Par t ia l analysis of a sample (Lab. No. 
115,403) collected July 16, 1948 after 5 1/4-hr. 
pumping at 640 gpm., showed this water to have 
a hardness of 17.2 gr . per gal., a residue of 320 
ppm., and an iron content of 1.1 ppm. 
Pumpage is estimated to average 265,000 
LABORATORY NO. 112,800 
Illinois State Water Survey - Bulletin No. 40 
The city of Orient (942) installed a public 
water supply system in 1913. 
Water is largely obtained from a water ring 
located at a depth of 180 ft. in the shaft of the 
Orient coal mine owned by Chicago, Wilmington 
and Franklin Coal Co. which furnishes and main-
tains the public water supply. Water is pumped 
from a pool in the water ring by a centrifugal 
pump to the elevated steel storage tank in the 
city. Since May 1941 when the supply from the 
water ring became inadequate to supply all de -
mands, an auxiliary supply has been obtained 
from one of the Company's old rock wells. This 
well is located about 50 ft. north of the concrete 
slab in the business district and was reported 
drilled, about 1916, to a depth of 180 ft. The well 
is equipped with a plunger pump and 5-hp. West-
inghouse electric motor which is now operated 
about 24 hr . daily discharging at a rate of about 
5 to 6 gpm. to the elevated steel storage tank in 
ORIENT 
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the city. 
Analysis of a sample (Lab. No. 113,652) col-
lected Mar. 1, 1948 from the discharge of the 
pump, after continuous pumping at an estimated 
rate of 6 gpm., showed this water to have a hard-
ness of 19.5 gr. per gal., a residue of 518 ppm., 
and an iron content of 1.1 ppm. 
All water is chlorinated. 
The total combined supply to the city when 
checked in Oct. 1947 averaged about 25,000 gpd. 
of which it is estimated that 70% was obtained 
from the water ring and the balance from the 
rock well. 
The Coal Company obtains a surface water 
supply from the Muddy River which is treated and 
used for a boiler supply. Drinking water is furn-
ished from the city supply. 
LABORATORY NO. 113,652 
Illinois State Water Survey - Bulletin No. 40 
A water supply was installed by the village of 
Orion (715) in 1927. 
At that time a well was drilled to a depth of 
615 ft. by R. J. Bauereisen, Chicago. The well 
is located on the south side of Jackson St. between 
Girard and Bank St. (or approximately 500 ft. S. 
and 1500 ft. W. of the N.E. corner of Section 28, 
T. 16 N., R. 1 E.). The elevation of the ground 
surface at this point is 770± ft. 
Sample-study log of well drilled in 1927 furnished 
by the State Geological Survey: 
The well is cased with 10-in. pipe from the 
top to a depth of 249 ft. 8 in., and with 8-in. pipe 
between depths of 222 and 405 ft. Below the c a s -
ing the bore hole is 8 in. in diameter. The well 
was originally equipped with a No. 33 Downey 
pump having two 5 3/4-in. plungers and with a 
cylinder of 5 3/4-in. id. and 7 ft. long attached to 
230 ft. of 6-in. drop pipe. On the bottom of the 
cylinder a section of 22 ft. of 4 1/2-in. suction 
pipe was attached. The rod and guides became 
worn through the drop pipe. Sealer dropped off 
the inside of the column into the cylinder during 
idle periods and cut up the leathers . 
The following pumping equipment, installed 
in January 1944, is in service; 280 ft. of 4 1/2-in. 
column pipe; 7-in., 13-stage American Well 
Works turbine pump, No. 69869, rated at 120 gpm. 
against a total head of 300 ft.; the overall length 
of the pump is 9 ft.; 280 ft. of 1/4 -in. air line; 20 
ft. of 5-in. suction pipe; 15-hp., 1750 rpm. elec- . 
t r ic motor. 
In 1927 the non-pumping water level was 201 
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ft. On Jan. 28, 1944 the non-pumping water level 
was 213 ft. after a 4-hr . quiet period, and the 
water was drawn down 27 ft. after 3-hr. pumping 
at 115 gpm. 
Analysis of a sample (Lab. No. 108,552), col-
lected Dec. 4, 1946 after 15-min. pumping, showed 
the water in this well to have a hardness of 10.0 
gr. per gal., a residue of 447 ppm., and an iron 
content of 0.2 ppm. 
In order to insure an adequate supply of water 
to the village, Well No. 2 was constructed in 
Aug. 1944 by the Varner Well Drilling Co., Du-
buque, Iowa. It is located at the northeast corner 
of Jackson and Fourth St. (or approximately 300 
ft. S. and 1050 ft. E. of the N.W. corner of Sec-
tion 27). The well was drilled to a depth of 521 
ft. below a ground surface elevation of 780t ft. 
The well was cased with 20-in. od. pipe from the 
surface to 204 ft. 7 in. and with a 16-in. liner 
from 190 to 387 ft. below which the hole is 15 
in. in diameter. 
During drilling operations, some water levels 
were reported as follows: 
The well is equipped with 260 ft. of column 
pipe; Pee r l e s s deep-well turbine pump, No. 30474, 
rated at 175 gpm. against 272-ft. of head; 260 ft. of 
air line; 20-hp., 1755 rpm. General Electric mo-
tor . 
On July 10, 1945 the static water level was r e -
ported to be 235 ft. 
Analysis of a sample (Lab. No. 108,553), col-
lected Dec. 4, 1946 after pumping for 15 min., 
showedthe water in Well No. 2 to have a hardness 
of 10.5 gr . per gal., a mineral content of 463 
ppm., and an iron content of 0.3 ppm. 
The wells are used alternately. Pumpage at 
present is at a minimum of 15,000 to 18,000 gpd. 
Pumpage during August and September 1946 was 
40,000 to 43,000 gpd. 
2 - O r i o n 
LABORATORY NO. 108,552 
LABORATORY NO. 108,553 
Illinois State Water Survey.- Bulletin No. 40 
A public water supply was installed by the 
village of Orland Park (631) in 1897. Water is 
obtained from a well, 329 ft. in depth, which was 
drilled at that t ime. It is located about 90 ft. 
east of Beacon Ave. and 150 ft. south of Oak Ave. 
(approximately 700 ft. S: and 1325 ft. W. of the 
N.E. corner of Section 9, T. 36 N., R. 12 E.). The 
ground surface elevation at this location is 720± 
ft. 
The well is reported to be cased with 6-in. 
pipe to rock at a depth of about 210 ft., and the 
bore is 6-in. in diameter to the bottom of the well. 
In June 1921, the depth to water when not 
pumping was 29 ft. below the pump base. It was 
reported that no mater ia l variation in water levels 
had taken place since the well was drilled. 
The well was tested for production on two con-
secutive daily runs of 8 hours each in July 1938. 
A rate of 238 gpm. was observed with a drawdown 
of 8 ft. from a non-pumping water level of 40 ft. 
below the pump base. Observations of the water 
levels made by the air line method between July 
193 6 and June 1943 did not indicate any marked 
variation from the previous non-pumping and 
pumping water level observations. 
In June 1943, after the pump was pulled, a 
10-ft. section of the 4-in. column pipe was found 
defective. The following equipment was r e -
installed and is still in service: 90 ft. of 4-in. 
column pipe; 6-in., 9-stage American Well Works 
turbine pump rated at 150 gpm. against 170 ft. of 
head; the overall length of the pump is 4 ft. 4 in.; 
10 ft. of 3 1/2-in. suction pipe; 15-hp. U.S. e lec-
t r ic motor. 
Analysis of a sample (Lab. No. 106,884), col-
lected June 25, 1946 from a tap at the pump d i s -
charge after 15-min. pumping at a metered d i s -
charge rate of 233 gpm., showed the water to 
have a hardness of 30.1 g r .pe r gal., a total min-
eral content of 603 ppm., and a general character 
which is not unusual for waters from the l ime-
stone in this vicinity. A sample collected in 1932 
after 30-min; pumping was shown to be of similar 
quality. 
The estimated average pumpage for the pub-
lic water supply is 38,000 gpd. The water is not 
treated. 
CAPITOL DAIRY COMPANY: 
A new well drilled by C. E. Kramer , Harvey, 
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to a depth of 355 ft., was completed in 1943. It 
is located about 300 ft. S. and 700 ft. W. of the 
N. E. corner of Section 9, T. 36 N., R. 12 E. and 
has an elevation at the ground surface of 700± ft. 
Correlated d r i l l e r ' s log of well drilled in 1943 
furnished by the State Geological Survey: 
A 6-in. diameter wrought steel casing with 
forged steel shoe was driven in rock to 153 ft. 
from the surface, below which the well has a 6-in. 
diameter. A 12-in. diameter outside pipe extends 
from the surface through the cinder fill into the 
clay, and the annular space is filled with clay 
grout as a protection for the 6-in. wrought steel 
casing from the cinder fill. After the well was 
completed, it was pumped for 16 h r . at 100 gpm. 
without any appreciable drawdown from a water 
level of 12 ft. below the top of the casing. 
The following pump installation is in service: 
100 ft. of 4 1/2-in. column pipe; a 6-in., 17-stage 
Pomona turbine pump rated at 100 gpm. against 
195 ft. of head; 10 ft. of 4 1/2-in. suction pipe, 
and a 7 1/2-hp. Westinghouse electric motor. The 
pump is operated for an average period of 8 hr . 
per day at the rated capacity. 
Analysis of a sample (Lab. No. 107033), col-
lected July 12, 1946 after 3-hr. pumping at 100 
gpm., showed the water in this well to have a 
hardness of 442, a total mineral content of 503, 
and a content of iron of 0.9 ppm. Temperature , 
51.5° F . ; pH, 7.2. 
The old 4-in. well located 10 ft. north of the 
new well has been filled with mud. The well was 
reported having had a depth of 110 ft. when drilled 
about 40 years ago. When water was being pumped, 
it frequently delivered mud, and it is assumed 
that the casing finally collapsed. 
2 - Or l and P a r k 
LABORATORY NO. 106,884 
I l l ino is Sta te Water Survey - Bul le t in No. 40 
In 1910 a we l l was d r i l l ed south of the Chicago , 
Rock Is land & Pac i f i c R .R. t r a c k s opposi te the r a i l -
r o a d s ta t ion (or a p p r o x i m a t e l y 2100 ft. S. and 150 
ft. W. of the N . E . c o r n e r of Sect ion 29, T. 16 N., 
R. 2 E . ) . Th i s wel l was abandoned when the 
c r e a m e r y c e a s e d o p e r a t i n g . The wel l was p laced 
in o p e r a t i o n a few y e a r s ago to furn ish wa te r 
for the high school . L a t e r the Osco Water C o . 
w a s fo rmed , and the wel l i s now used for the p u b -
l ic w a t e r supply of O s c o , u n i n c o r p o r a t e d (100). 
The we l l was c leaned and recond i t ioned in 
1945, and a c o n s i d e r a b l e amount of work done on 
the p u m p h o u s e . The wel l is 120 ft. deep and is 
OSCO 
H e n r y County 
Dec . 18, 1946 
c a s e d with 5- in . pipe to the bo t t om of the we l l . 
The pumping equipment c o n s i s t s of an A e r m o t o r 
pump with 2 4 - i n . cy l i nde r ; 12 ft. of 2 1/4-in. s u c -
t ion p ipe; 100 ft. of 2 1/4-in. co lumn pipe; 3 / 4 - h p . 
Wagner e l e c t r i c m o t o r . Non-pumping w a t e r l eve l 
is 18 to 20 ft. be low the top of the w e l l . The wel l 
can be pumped d r y . 
A n a l y s i s of a s amp le ( L a b . No. 108,555), c o l -
l ec t ed Dec . 4 , 1946 af ter the pump had been o p e r -
a ted a few m i n u t e s , showed t h i s w a t e r to have a 
h a r d n e s s of 14.7 g r . p e r g a l . , a r e s i d u e of 479 
p p m . , and an i r o n content of 0.1 p p m . 
LABORATORY NO. 108,555 
I l l ino is State Wa te r Survey - Bul le t in No. 40 
A publ ic wa te r supply was in s t a l l ed by the 
v i l l age of Oswego (978) in 1895. 
The in i t i a l supply was obta ined f rom a dug 
wel l about 12 or 14 ft. in d i a m e t e r and 18 ft. 
deep loca ted about 15 ft. wes t of Wel l No. 2. The 
m a t e r i a l p e n e t r a t e d was dr i f t excep t the lower 4 
ft. which was in l i m e s t o n e . The w a t e r on Sept . 
10, 1917 was 6 or 7 ft. deep in the wel l and af ter 
s e v e r a l h r . pumping the depth w a s r e d u c e d t o 
about 2 ft. The p roduc t ion of the wel l d e c r e a s e d 
to a s m a l l quant i ty and for a t i m e w a t e r was o b -
ta ined f r o m a sp r ing which had f o r m e r l y b e e n 
u s e d by a c r e a m e r y . The wel l was abandoned 
about 1921 and h a s been f i l led. 
In 1921 Well No. 1 was d r i l l ed to a depth of 
680 ft. by B. L . P a l m e r , A u r o r a , and i s loca ted 
about 100 ft. south of Washington St . and 21 ft. 
w e s t of Main St . ( approx ima te ly 1600 ft. N. and 
750 ft. E. of the S. W. c o r n e r of Sect ion 17, T. 
37 N . , R. 8 E . ) . The ground su r f ace e leva t ion is 
620± ft. The pump b a s e is now in a p i t about 6 
ft. be low the s u r f a c e . 
The wel l w a s cased f r o m the su r f ace t o l i m e -
s tone at a depth of 14 ft. below which the hole w a s 
8- in . in d i a m e t e r to 200 ft. and 6- in . in d i a m e t e r 
to the b o t t o m . On Oct . 25 , 1924 the non-pumping 
w a t e r l eve l was 40 ft. below the s u r f a c e , and a 
p roduc t ion of 100 gpm. was r e p o r t e d . Th i s wel l 
w a s r e c a s e d in 1932 with 100 ft. of 6- in . pipe to 
p r e v e n t the e n t r a n c e of w a t e r f r o m the upper 
l imes tone fo rma t ion . On Oct . 8 , 1947 the w a t e r 
l eve l was 105 ft. be low the pump b a s e af ter a 
1 7 - h r . id le pe r iod . 
The ex is t ing pump ins ta l l a t ion i s : 180 ft. of 
4 - i n . co lumn pipe; 6- in . , 2 0 - s t a g e A m e r i c a n Well 
Works t u rb ine pump , No. 72034, r a t e d a t 100 g p m . 
aga ins t 270 ft. of head ; 10 ft. of 4 - i n . suct ion 
p ipe ; 180 ft. of 18- in . g i . a i r l ine ; 15-hp . U. S. 
e l e c t r i c m o t o r . 
T h i s wel l i s in s e r v i c e e v e r y night for a p e r -
iod of 1 1/2 to 2 h r . and e v e r y o t h e r night for 5 
h r . 
Wel l No. 2 was d r i l l e d in 1932 to a dep th of 
720 ft. by B. L. P a l m e r & Sons and loca ted in the 
sou thwes t c o r n e r of the t r i a n g u l a r block a t the 
i n t e r s e c t i o n of Washington and Van B u r e n St. 
( app rox ima te ly 950 ft. N. and 1550 ft. E. of the 
S. W. c o r n e r of Sec t ion 17). The ground sur face 
e leva t ion is 656± ft. 
Upon comple t ion of the we l l the wa te r l eve l 
w a s 90 ft. below the top of the cas ing . In 1939, 
the wel l was r e c a s e d with 192 ft. of 8 - in . pipe 
us ing s o m e of the old c a s i n g . The non-pumping 
OSWEGO 
Kenda l l County 
O c t . 20 , 1947 
w a t e r l eve l a t t ha t t i m e was 90 ft. On Oct . 8 , 
1947, the w a t e r l eve l was 135 ft. below the pump 
b a s e following a 1 1/2-hr. idle p e r i o d , and af ter 
3 0 - m i n . pumping at the r a t e of 100 g p m . , the 
pumping w a t e r l eve l w a s be low the a i r l i ne . 
The ex i s t ing p u m p ins t a l l a t ion , m a d e in 1945, 
is 190 ft. of 5- in . co lumn p ipe ; 8- in . , 10 - s t age 
A m e r i c a n Well Works tu rb ine p u m p , No. 71428, 
r a t e d at a capac i ty of 100 g p m . aga in s t 260 ft. of 
head; 20 ft. of 4 - in . suct ion p ipe; 190 ft. of 1/4-in. 
g i . a i r l ine ; 15-hp. U. S . e l e c t r i c m o t o r . The 
pump is o p e r a t e d e v e r y o ther day for a pe r i od of 
5 h r . in the m o r n i n g . 
A n a l y s i s of a s ample ( L a b . No . 112,162), c o l -
l ec ted Oct . 8, 1947 af ter 3 0 - m i n . pumping at 100 
gpm. showed t h i s w a t e r to have a h a r d n e s s of 
13.9 g r . p e r ga l . , a r e s i d u e of 472 ppm. , and no 
i r o n content . 
Combined pumpage a v e r a g e s 50,000 gpd. 
S a m p l e - s t u d y log of Well No. 2 furn ished by the 
State Geologica l Su rvey : 
The hole and cas ing r e c o r d i s shown in Table 
1. 
T A B L E 1 
Hole R e c o r d 
12- in . f r o m 0 to 24 ft. 
10 1/2-in. f r o m 24 to 192 ft. 
8 - in . f r o m 192 to 200 ft. 
6 - in . f r o m 200 to 720 ft. 
Cas ing R e c o r d 
12- in . f r o m 0 to 24 ft. 
8- in . f r o m 0 to 192 ft. 
2 - Oswego 
LABORATORY NO. 112,162 
I l l ino is State Wa te r Survey - Bul le t in No. 40 
The publ ic w a t e r supply was i n s t a l l e d by the 
ci ty of Ot tawa (16,005) in 1894. 
P r i o r to the i n s t a l l a t i on of the c i ty w a t e r 
w o r k s , the publ ic supply was obta ined f r o m Caton 
Spr ings on the south bluff. Water for i n d u s t r i e s 
and h o u s e s was obta ined f r o m a r t e s i a n w e l l s . In 
1894 w a t e r was obtained f r o m a r t e s i a n we l l s l o -
ca ted in the e x t r e m e n o r t h e a s t p a r t of the ci ty a t 
the n o r t h w e s t c o r n e r of N o r r i s St. and Dayton 
Road . The w e l l s w e r e a r r a n g e d in 2 e a s t - w e s t 
r o w s , 300 ft. a p a r t , with about 175-ft . spac ing 
be tween we l l s and w e r e d r i l l e d to a depth of 350 
ft. At f i r s t , t h e s e we l l s had a f ree flow sufficient 
to p r o v i d e the ci ty d e m a n d . 
The flow f r o m the we l l s b e c a m e inadequa t e , 
and p u m p s w e r e i n s t a l l ed . Then in 1896 i t was 
n e c e s s a r y to supp lemen t the supply . F o u r of the 
6 w e l l s , No. 2, 3, 4 and 5, w e r e deepened to dep ths 
of 1150 to 1550 ft. , and 6- in . c a s i n g s w e r e p l aced 
in each wel l to a depth of about 285 ft. It was 
r e p o r t e d tha t af ter the we l l s w e r e deepened , the 
w a t e r flowed to a height of 30 ft. above the g round 
s u r f a c e . In 1911 the f ree flow f r o m the we l l s 
was insuff ic ient to supply the demand a t a l l t i m e s . 
A i r lift pumps w e r e o p e r a t e d about 50% of the 
t i m e dur ing the s u m m e r and a u t u m n m o n t h s . With 
the aid of the p u m p s , the w e l l s w e r e r e p o r t e d to 
p roduce a t o t a l of about 1600 g p m . in 1911, b u t t h e 
c a p a c i t y was d e c r e a s i n g s lowly . 
, One of the 350-f t . we l l s d r i l l e d by J . P . Mi l le r 
& C o . , Ch icago , in 1894 w a s deepened by G r a y 
B r o s . , in Oct . 1896. 
Below the 6- in . c a s i n g , the hole was 5 1 5 / l 6 - i n . 
d i a m e t e r . The w a t e r was too s a l t y a t 1449 ft., 
and the bo t t om 200 ft. of the hole was p lugged. 
The a r t e s i a n flow cont inued unt i l 1903 or 1904. 
In 1922, No. 6, the n o r t h e a s t we l l of the old 
o r ig ina l we l l g roup , was deepened f r o m 350 to 
1200 ft. , the r e c o n s t r u c t i o n being done by Veza in 
B r o s . , O t t awa . I t was c a s e d with 6- in . pipe to a 
depth of 285 ft . , and the hole below the cas ing 
w a s 6- in . in d i a m e t e r s i m i l a r to the o t h e r 4 d e e p -
ened w e l l s . T h i s wel l w a s abandoned in 1926 
when it w a s r e p l a c e d by a new we l l d r i l l e d 30 ft. 
to the south and known as Well No. 6. I t was 
d r i l l e d by J. O t i s Hefl in, Jo l i e t , to a depth of 1120 
ft. I t w a s d r i l l e d 12- in . in d i a m e t e r and c a s e d 
wi th 10- in . pipe t o . 288 ft. , and the hole was 10 
in . in d i a m e t e r f r o m 288 to 1120 ft. The ground 
s u r f a c e a t t h i s locat ion i s 4 8 2 i ft. In M a r . 1927, 
while the a i r l i f ts in Wel l s No. 3, 5 , and 6 w e r e 
in o p e r a t i o n , the wa te r l eve l in No. 2 , sou thwes t 
w e l l , w a s 25 ft. be low the g round s u r f a c e . 
OTTAWA 
La Sal le County 
July 11, 1947 
All of t h e s e we l l s have been abandoned, and 
the public supply is obta ined f r o m Wel ls No. 7 , 
8, and 9. 
Well No. 7 is loca ted a t the w a t e r w o r k s (or 
a p p r o x i m a t e l y 1200 ft. N. and 1600 ft. E. of the 
S. W. c o r n e r of Section 1, T. 33 N . , R. 3 E . ) . It 
is about 1000 ft. n o r t h e a s t of the Jo l i e t St. Well 
No. 8 - B . The dr i l l ing was s t a r t e d in 1928 by J . 
C. S c h o m a s , Ot tawa, and f inished in 1929 by J . 
O t i s Heflin and F r a n k B e l r o s e , Ot tawa . 
T h i s was a new we l l , not an old wel l r e h a b i -
l i t a ted . 
The e l eva t ion of the pump b a s e is 488.67 ft. 
The wel l was o r ig ina l ly c a s e d with 120 ft. of 
16- in . and 154 ft. of 12- in . pipe without any s c r e e n . 
The hole below the cas ing is 12 in . in d i a m e t e r . 
In 1932 the wel l w a s r e c a s e d by L a y h e - N o r t h 
C e n t r a l C o . , Ch icago , with 228 ft. of 12- in . p ipe . 
T h e we l l was r e p a i r e d in Nov. 1937 by the J . 
P . Mi l l e r A r t e s i a n Well C o . b e c a u s e the p r o d u c -
t ion had d e c r e a s e d to 420 gpm. The wel l was 
" s h o t " with n i t r o - g l y c e r i n e and c leaned out . The 
p roduc t ion i n c r e a s e d to 1100 g p m . 
The pumping i n s t a l l a t i o n c o n s i s t s of 180 ft. of 
8- in . co lumn p ipe ; 11 3 / 8 - i n . 4 - s t a g e P e e r l e s s 
t u rb ine p u m p , No. 8224, r a t e d a t 800 gpm. ; the 
o v e r a l l length of the pump is 4 1/2 ft.; 160 ft. of 
1 /4- in . a i r l i ne ; 60-hp . 1800 r p m . U. S . e l e c t r i c 
m o t o r , No. 159662. 
On M a r . 26, 1945 the w a t e r l eve l was 52 ft. , 
and af ter pumping 9 h r . a t 990 g p m . , the d r a w -
down w a s 89 ft. On May 25 , 1948 the n p n - p u m p -
ing w a t e r l eve l was 74 ft. After 5 - m i n . pumping 
the w a t e r l eve l was be low the a i r l ine - a d r a w -
down of m o r e than 86 ft. 
A n a l y s i s of a s a m p l e ( L a b . No. 111,050) c o l -
l ec ted July 1 1 , 1947, showed the w a t e r f r o m Well 
No. 7 to have a h a r d n e s s of 17.4 g r . p e r ga l . , a 
r e s i d u e of 429 p p m . , and an i r o n content of 0.1 
p p m . 
In 1931, a we l l , then known as 8A or the South 
Side Wel l , was d r i l l e d by L a y n e - N o r t h C e n t r a l 
C o . , and was loca ted on the south s ide of Ot tawa 
on Lot 7, Block 1, Lawndale Addi t ion, at State 
and Watson St . (or a p p r o x i m a t e l y 2600. ft. N. and 
600 ft. W.of the S. E. c o r n e r of Sect ion 14). The 
wel l was d r i l l e d to a depth of 1290 ft. below a 
ground su r f ace e leva t ion of 577± ft. 
The we l l w a s c a s e d wi th 282 ft. of 16- in . pipe 
2 - Ot tawa 
and r e p o r t s ind ica te that the hole below the c a s -
ing was 10 in . in d i a m e t e r . On M a r . 3 1 , 1932, 
i m m e d i a t e l y after comple t ion , a p roduc t ion t e s t 
w a s m a d e by the d r i l l e r . The w a t e r l eve l was 
r e p o r t e d at 92 ft., and after 9 1/2-hr. pumping at 
922 g p m . , the drawdown was 142 ft. 
A n a l y s i s of a s amp le ( L a b . No. 70636), c o l -
l ec ted on M a r . 3 1 , 1932 at the end of the p r o d u c -
t ion t e s t , showed the wa te r f rom t h i s wel l to have 
a h a r d n e s s of 77.0 g r . pe r g a l . , a t o t a l m i n e r a l 
content of 3647.3 p p m . , a n d an i r o n content of 0.6 
ppm. 
The w a t e r was of such u n d e s i r a b l e m i n e r a l 
qual i ty that the wel l w a s abandoned in the s a m e 
y e a r . 
Well 8 - B , n o w known as No . 8 , was comple ted 
in Aug. 1932 by L a y n e - N o r t h C e n t r a l C o . , and is 
loca ted 36. ft. no r th of Jo l ie t S t . and 160 ft. West 
of Kendal l St . (or a p p r o x i m a t e l y 400 ft. N. and 
750 ft. E. of the S. W. c o r n e r of Sect ion 1). 
The wel l was d r i l l e d to a depth of 1180 ft. be-
low a ground su r f ace e leva t ion of 488.6 ft. 
The wel l is c a s e d with 272 ft. of 16- in . od. 
pipe with the top of the cas ing s e t at about 2 1/2 
ft. above the ground s u r f a c e . An ou ts ide wel l 
p a c k e r is se t at 167 ft. , and a d r ive shoe at 272 
ft. in o r d e r to shut out a l l w a t e r behind the c a s -
ing . Below the c a s i n g , the hole i s 15 in . in d i a m -
e t e r . 
The pumping i n s t a l l a t i o n c o n s i s t s of 165 ft. 2 
in . of co lumn p ipe ; 8 - s t age Layne t u rb ine pump , 
No. 6196, having an o v e r a l l length of 6 ft. 8 1/2-in.; 
20 ft. of suc t ion p ipe ; 7 5 - h p . , 1175 r p m . G e n e r a l 
E l e c t r i c m o t o r , No. 5285010. 
Dur ing d r i l l i ng o p e r a t i o n s , w a t e r l e v e l s w e r e 
r e p o r t e d a s fol lows: 
When the wel l w a s c o m p l e t e d , the w a t e r l eve l 
w a s 4 ft. 4 in . be low the top of the d r i v e p ipe . 
During a p roduc t ion t e s t by the d r i l l e r , the d r a w -
down was r e p o r t e d to be 123 ft. when pumping at 
1260 gpm. ; and when pumping at 1100 g p m . , the 
drawdown was 63 ft. 
Ana lys i s of a s amp le (Lab . No. 102,916), c o l -
lec ted M a r . 27, 1945 after 4 - h r . pumping a t 980 
g p m . , showed the w a t e r f rom Well No. 8 to have 
a h a r d n e s s of 18.8 g r . pe r ga l . , a r e s i d u e of 537 
p p m . , and an i r o n content of 0.1 ppm. The qual i ty 
i s v e r y s i m i l a r to tha t obta ined f r o m Well No. 7 . 
Well No. 9 was comple ted in Nov. 1946 by the 
J . P . Mi l le r A r t e s i a n Well C o . I t i s loca ted on 
the south s ide of Ottawa on Lot 4, Block 7 of C o l -
lege Hi l l Subdivis ion (or a p p r o x i m a t e l y 1045 ft. 
N. and 2190 ft. W. of the S. E. c o r n e r of Sect ion 
14). 
The depth of the wel l is 3 15 ft. below a ground 
sur face e l eva t ion of 585± ft. The f i r s t d r i l l i ng 
w a s to a depth of 427 ft. into s ands tone , bu t an 
a n a l y s i s (Lab . No. 108,291 and 108,297) showed 
v e r y u n d e s i r a b l e m i n e r a l qua l i ty and a v e r y high 
ch lo r ide conten t (1700 to 2000 ppm.) e s p e c i a l l y 
af ter the pump had been i d l e . The ch lo r ide c o n -
tent was r e l a t i v e l y low (680 to 715 ppm.) at lower 
pumping r a t e s . 
The depth of the wel l was then ex tended to 516 
ft. into d o l o m i t e , i n c r e a s i n g the p roduc t ion r a t e 
f r o m about 200 to 400 gpm. The non-pumping 
wa te r l eve l w a s about 11 ft. h i g h e r , and the h y -
d r o g e n sulfide content was l o w e r , but the i n c r e a s e 
of m i n e r a l content ( f rom 1968 to 5081 p p m . , L a b . 
No. 108,425 and 108,431) m a d e the wa te r unfit for 
n o r m a l u s e . 
In Jan . 1947, the wel l was plugged at a depth 
of 315 ft. , and an a n a l y s i s (Lab . No. 109,018) af ter 
pumping 2 1/4 h r . , showed the w a t e r to have a 
ch lo r ide content of 830 p p m . 
The hole and cas ing d i a m e t e r r e c o r d i s shown 
in Tab le 1. 
TABLE 1 
Hole R e c o r d 
17 1/4-in. f rom su r face to 126 ft. 
10 in . 
12-in. f r o m 126 ft. 10 in . to 516 ft. 
(Hole plugged at 315 ft.) 
Cas ing R e c o r d 
18- in . od. to 42 ft. 5 in . 
12- in . id . f r o m su r face to 126 ft. 
10 in . 
Cement grout was placed outside the 12-in. 
casing (105 sacks of cement were used.) 
During drilling operations, the water level was 
137 to 138 ft. below the dril l floor. 
In July 1947, Well No. 9 was not yet equipped 
Ottawa - 3 
for pumping, and the city supply was being ob-
tained from Wells No. 7 and 8. 
The water is not t reated. 
Pumpage in July 1947 averaged 1,346,000 gpd. 
LABORATORY NO. 111,050 
Sample-study log of Well No. 8 furnished by the State Geological Survey: 
Illinois State Water Survey - Bulletin No. 40 
Pr ior to 1946, when a new rock well was 
placed in service, the public water supply of Pa l -
atine (2222) had been obtained from 4 drift wells 
located at the northwest corner of Brockway Ave. 
and Washington St. All of these wells were r e -
ported to have tapped water from sand and gravel 
deposits overlying bedrock at depths of 168 1/2 
to 172 ft. The elevation of the ground surface is 
740± ft. These wells are located approximately 
550 to 610 ft. S. and 720 ft. W. of the N.E. corner 
of Section 22, T. 42 N., R. 10 E. 
Well No. 1, located about 29 ft. north of the 
north line of Washington St. and 47 ft. west of the 
west line of Brockway Ave. was drilled in 1891. 
The diameter was 2 in. and the casing extended 
to the bottom of the well, without any screen. 
When drilled, the water level was reported to be 
31 ft. above the ground surface. On July 11, 1914 
the non-pumping water level was at ground su r -
face and flowed into a reservoir at a rate of 25 
gpm. when adjacent wells were not in use. When 
water was being pumped from the other wells, 
the water level in this well was lowered 19 ft. 
below the ground surface. The well was aban-
doned in 1927. 
Well No. 2, located about 17 ft. south and 8 
ft. west of No. 1, was drilled in 1904. It was 6 
in. in diameter and cased to the bottom at 168 
1/2 ft. Water was pumped by air lift, and in 
July 1914 pumping was reported at a rate of 100 
gpm. The pumping water level was 19 ft. below 
the ground surface. This well was abandoned in 
1927. 
Well No. 3, located about 16 ft. north and 5 
ft. west of Well No. 2, was drilled in 1911. It is 
10 in. in diameter and cased to the bottom, at 
168 1/2 ft., with solid wrought iron pipe. The 
water level on July 11, 1914, when pumping at a 
rate of 85 gpm., was 19 ft. below the ground s u r -
face. 
In May 1943 new pumping equipment was in-
stalled as follows: 100 ft. of 5-in. column pipe; 
8-in., 9-stage American Well Works turbine 
pump rated at 200 gpm. against 211 ft. of head; 
overall length of pump is 10 ft.; 20 ft. of 5-in. 
suction pipe with strainer; 100 ft. of galvanized 
air line; 20-hp. General Electr ic motor. 
Before the new pump was installed the water 
level was 6 ft. below the pump base, and af ter-
wards the pumping water level was 77 ft. This 
well has been the principal source of the water 
supply since it was drilled. 
PALATINE 
Cook County 
April 24, 1946 
Analysis of sample (Lab. No. 106,282) col-
lected on Apr. 22, 1946 after pumping 18 min. at 
200 gpm. after a 20-min. idle period, showed the 
water from this well to have a hardness of 24.0 
gr. per gal., a total mineral content of 723 ppm. 
and character not unusual for waters from this 
depth in this vicinity and similar to that from the 
other city wells. (The iron content of the other 
wells var ies from 0.7 to 2.4 ppm.) 
Well No. 4, located approximately 50 ft. 
northeast of Well No. 3, was drilled in 1925. It 
is reported to be cased with 12-in. id. perforated 
pipe. 
The pumping equipment consists of 149 ft. of 
6-in. column pipe; 8-in., 15-stage Layne turbine 
pump rated at 250 gpm. against a head of 265 ft.; 
the overall length of the pump is 11 ft.; 10 ft. of 
8-in. suction pipe; 30-hp. General Electric motor. 
This well is seldom used. The perforated 
casing admits fine sand; and the water, when first 
pumped after a quiet period, is turbid and has a 
milky color with an odor of sulphur which neces-
sitates pumping to waste until the water c lea r s . 
The proximity of Wells No. 3 and 4 prevents 
simultaneous operation. Well No. 3 will run dry 
due to the deeper setting and the higher capacity 
of the pump in Well No. 4. 
In order to augment the village water supply 
to accommodate an expanding residential a rea , a 
well was drilled in Jan. 1945 by Henry Boysen, 
J r . , Libertyville. This well is located at the 
southeast corner of Ashland and Lincoln Ave. (or 
approximately 1200 ft. N. and 1300 ft. W. of the 
S. E. corner of Section 14). It was cased with 
168 ft. of 12 3/4-in. od. pipe. The hole was 12 
in. in diameter from the bottom of the casing to 
a total depth of 265 ft. The elevation of the ground 
surface, at this location, is 740± ft. Very little 
water was encountered during drilling opera-
tions. When the well was tested for yield it p r o -
duced 27 gpm. and ran dry after 5 to 10 min. of 
pumping. About 120 gal. of muriatic acid were 
poured into the well. This did not improve the 
yield. The well was considered a failure and 
abandoned. 
Well No. 5, located approximately 2000 ft. S. 
and 2000 ft. W. of the N. E. corner of Section 22, 
was completed for the village in Oct. 1945 by 
Henry Boysen, J r . The elevation of the ground 
surface, at this location, is 740± ft. 
The well was drilled to a total depth of 209 
ft. and was cased to a depth of 158 ft. with 12-in. 
2 - Palatine 
id. pipe below which the hole is 12 in. in diameter. 
Sample-study log of Well No. 5 furnished by the 
State Geological Survey: 
A short production test was made on Oct. 
18, 1945. Before pumping, the water level was 
2 ft. below the ground surface. After 30-min. 
pumping at 210 gpm. the water level was lowered 
to 98 ft. After 4 h r . of continuous pumping at a 
gradual deceleration of the rate to 185 gpm., the 
water level was 93 ft. After a shut-down of 20 
min., pumping was resumed, and the rate was 
gradually accelerated to 235 gpm. for 1 hr . The 
water level dropped below the end of the air line 
which was 148 ft. in length. 
The pumpage is not metered, but is estimated 
to average 120,000 gpd. The water is not t reated. 
LABORATORY NO. 106,282 
Illinois State Water Survey - Bulletin No. 40 
A public water supply system was installed 
by the village of Paw Paw (523) in 1891. 
Water was originally obtained from a well 
drilled by W.C. Green, Lee, in 1891. Water was 
, pumped by a windmill-driven deep-well pump. 
In 1895, J. P. Miller & Co., Brookfield, 
drilled a new well after which the old well was 
abandoned. The new well is 1018 ft. deep and 
located 75 ft. north of the center line of the Chi-
cago, Burlington, & Quincy R. R. and 175 ft. west 
of the center line of Peru St. (or approximately, 
750 ft. N. and 1000 ft. W. of the S. E. corner of 
Section 10, T. 37 N., R. 2 E.). The surface e le -
vation is 928± ft. 
Correlated d r i l l e r ' s log of well drilled in 1895 
furnished by the State Geological Survey: 
The casing record is reported as follows: 
10-in. from surface to 133 ft.; 8-in. from 100 to 
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402 ft.; 6-in. from 345 to 454 ft. 6 in. The 6-in. 
casing was driven 6 in. into the limestone. 
The well was equipped with a steam-head 5 
3/4-in. by 36-in. American Well Works deep-well 
pump operating at about 15 spm. The water cyl-
inder was reported to be placed at a depth of about 
250 ft. or about 60 ft. below the non-pumping 
water level at the time the well was drilled. 
In 1922, the non-pumping water level was r e -
ported to be about 180 ft., and the discharge rate 
about 77 gpm. On Jan. 9, 1948, the non-pumping 
water level was 188 ft. and, after 1-hr. pumping 
at 80 gpm., the drawdown was 5 ft. 
In Feb. 1938, the pump broke off and dropped 
into the well. After the old pump was fished out, 
the American Well Works loaned and installed a 
temporary turbine pump rated at 200 gpm. A 
report of a production test by the pump company 
at that time showed that when pumping at 200 
gpm., the drawdown was 23 ft. from a non-pump-
ing water level of 202 ft. below the surface. 
The existing pump assembly, made in Aug., 
1943, i s : 240 ft. of 4-in. column pipe; 7-in., 10-
stage American Well Works oil lubricated t u r -
bine pump No. 68675, rated at 180 gpm. against 
a head of 237 ft. when operating at 1760 rpm.; 
10 ft. of 4-in. suction pipe; 240 ft. of air line; 
15-hp. U. S. Electric Co. motor, No. 304148. 
Analysis of a sample (Lab. No. 113,131), col-
lected Jan. 9, 1948, after 1-hr. pumping at 80 
gpm., showed this water to have a hardness of 
11.4 gr. per gal., a residue of 238 ppm., and an 
iron content of 0.2 ppm. 
Pumpage in 1947 averaged 40,000 gpd. 
LABORATORY NO. 113,131 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
city of Paxton (3106) in 1887. 
In Aug. 1875 a well was completed at a depth 
of 2673 1/2 ft. by J. P. Miller Artesian Well Co., 
Brookfield, and located near the corner of Taft 
and State St. The water was highly mineralized 
and not suitable for public usage. From 1887 to 
1912 four tubular wells were drilled to depths 
ranging from 142 to 150 ft. and located at the 
pumping station in the rear of the city hall at 
Market and Center St. (or approximately 300 ft. 
N. and 175 ft. E. of the S. W. corner of Section 
8, T. 23 N., R. 10 E.). The ground elevation is 
795± ft. 
In 1912, three of the wells were furnishing 
the city supply. The combined yield from the 3 
wells was estimated to be 115 gpm. 
In 1924 all of these wells had been abandoned 
except the 8-in. well, now called Well No. 1, and 
it was reported to yield 67 gpm. On Jan. 24, 1943 
a production test showed the yield of the well had 
decreased to 30 gpm. The screen was jetted and 
the well treated with calgon. The yield was in-
creased to 65 gpm. while the pump was out. The 
depth of the well was measured 144 1/2 ft. and 
the water level was 108 1/2 ft. below the pump 
base . On Oct. 16, 1948 the water level was 119 
ft. after a 3-hr. non-pumping period and 141 ft. 
after 5-minutes pumping at 65 gpm. The old 
pump was reinstalled, with new shaft on July 23, 
1943. The pumping equipment in Well No. 1 now 
consists of 130 ft. of 4-in. column pipe; 6-in., 
11-stage Fairbanks-Morse turbine pump, Branch 
Order No. 3092, having an over all length of 5 1/2 
ft.; 142 ft. of 1/4-in. gi. air line; 8 ft. of 4-in. 
suction pipe; 5-hp., 1735 rpm. Fairbanks-Morse 
electric motor, No. 339784. 
Well No. 1 serves as an auxiliary supply unit. 
In 1912 a 6-in. well was drilled to a depth of 
200 ft. by M. Ebert and Co., Washington, and lo-
cated at the city hall. No water-bearing forma-
tion was encountered below a depth of 150 ft. 
An attempt was then made to obtain water by 
blasting in the upper 400 ft. of the old 2673 1/2-
ft. well but without success . The drift was said 
to be 400 ft. thick. 
A well was then drilled by M. Ebert and Co. 
to a depth of 140 ft. and located on Taft St. south 
of State, about 100 ft. south of the old deep well 
and 750 ft. northwest of the city hall wells. The 
well was cased with 124 ft. of 8-in. pipe and 16 
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ft. of Cook screen. In 1917 the non-pumping 
water level was 98 ft. below the ground surface 
elevation of 792± ft. In Jan. 1924 the depth to 
water was 100 ft., when pumping in 2 wells near-
by. The well was abandoned early in 1924. 
In 1917 an 8-in. well was drilled to a depth 
of 150 ft. by C. A. Musson, Hoopeston, and lo-
cated east of Taft St., south of State St., and 25 
ft. north of the well drilled in 1912. This well 
was equipped with 14 ft. of screen. The well has 
been abandoned. 
In 1923, an 8-in. well called Well No. 2 was 
drilled to a depth of 150 ft. by E. W. Johnson and 
Son, Bloomington and located 33 ft. south of the 
well drilled in 1917 and 8 ft. south of the well 
drilled in 1912. This well has been abandoned, 
and filled. The pump was installed in Well No. 5. 
In 1945, when pumping in either Well No. 3 or 
4, no water could be obtained from Well No. 2. 
In 1921 an 8-in. well now called Well No. 3, 
was drilled to a depth of 151 ft. by Otto Stiegman, 
Roberts , and located about 135 ft. south of State 
St. and 65 ft. east of Taft St.; 14 ft. north of Well 
No. 2 (or approximately 1000 ft. N. and 25 ft. W. 
of the S. E. corner of Section 7). A 20-ft. Cook 
screen, having No. 12 slot openings, was placed 
at the bottom. Upon completion, the yield was 
reported to be 60 gpm. On July 29, 1943, the 
main pumping water level was 107 f t . below the 
pump base. 
The pumping assembly consists of 130 ft. of 
4-in. flanged column pipe; 8-in., 12-stage Ster-
ling turbine pump, No. S-3-98, having a discharge 
of 180 gpm., and an overall length of 20 ft. 9 in.; 
10 ft. of 4-in. suction pipe with s t rainer; 146 ft. 
2 in. of air line; 15-hp., 1750 rpm. Westinghouse 
electric motor, No. 8030758. 
Well No. 3 serves as an auxiliary supply 
unit. 
In 1930, Well No. 4 was drilled to a depth of 
150 ft. by E. W. Johnson, and located about 400 
ft. north of Well No. 3, or 25 ft. east of Taft St., 
and 10 ft. south of the alley between State and 
Holmes St. The ground elevation is 793± ft. 
The well was cased with 10-in. pipe to 129 
ft. and a 10-in. Johnson screen from 129 to 150 ft. 
On July 29, 1943, the depth of the well was 
measured 145 1/2 ft. below the pump base and 
the non-pumping water level was 110 ft. The 
2 - Paxton 
pump discharge rate was 180 gpm. against a 
pressure of 50 psi . In Jan. 1945 the non-pumping 
water level was 110 ft. On Oct. 21, 1948, after 
7-hr. pumping at an estimated rate of 180 gpm. 
the water level was 138 ft. 
Sample-study log of Well No. 4 furnished by the 
State Geological Survey: 
The pumping assembly consists of 130 ft. of 
5-in. column pipe; 8-in., 12-stage Pomona t u r -
bine pump, having an overall length of 6 ft. 8 in., 
8 ft. of 4-in. suction pipe; 143 ft. of air line; 25-
hp. General Electr ic motor. 
In Oct. 1945, it was reported that there was 
considerable interference between Wells No. 3 
and 4. If both pumps were started at the same 
t ime, the pump in Well No. 4 would break suction 
in 1 1/2 hr . 
Analysis of a sample (Lab. No. 116,219) col-
lected Oct. 21, 1948, after 7-hr. pumping, showed 
the water from Well No. 4 to have a hardness of 
18.7 gr. per gal., a residue of 482 ppm., and ah 
iron content of 1.0 ppm. 
In 1945 due to the insufficiency of water sup-
ply from Wells No. 1, 3 and 4 an electrical earth 
resist ivity survey was made by the State Geo-
logical Survey. 
Well No. 5 was completed to a depth of 149 
ft. in Oct. 1945 by Woollen Bros . , Wapella, and 
located at the site of Test Hole 45-2, about 10 ft. 
north of Pine St. and 110 ft. east of Maple St., 
(or approximately 2350 ft. N. and 650 ft. W. of 
the S. E. corner of Section 7.) Gravel and sand 
were penetrated between 117 and 149 ft. below a 
ground elevation of 790t ft. 
The well was cased with 8-in. pipe from 2 ft. 
above to 126 ft. below ground level and with 23 
ft. of Johnson Armco-iron screen, having No. 40 
slot openings. 
On Oct. 10, 1945 a production test was made 
by the State Water Survey. The test was very 
short because of danger of flooding adjacent p ro -
perty. Before the test, the static water level was 
101 ft. below the top of the casing (Elev. 791.5 
ft.). When pumping at 275 gpm., maximum ca-
pacity of the pump, the drawdown was 25 ft., to 
the top of the screen. After 1-hr. pumping at 
155 gpm. the drawdown was 13 ft. Eight minutes 
after stopping the pump, the water level returned 
to 0.75 in. below the starting level. On Oct. 21, 
1948 the non-pumping water level was 106 ft. 
The pump, removed from Well No. 2, was 
installed with new bowl assembly and now con-
sists of 120 ft. of 4-in. od. column pipe; 6-in., 
9-stage Fairbanks-Morse turbine pump, No. 43278, 
with bronze impellers and having ah overall 
length of 5 ft.; 130 ft. of 1/4-in. air line; 14 ft. 
of 4-in. suction pipe; 10-hp., 3425 rpm. electric 
motor. 
Well No. 5 is in daily service and is generally 
used at night when Well No. 4 is not in use. 
Analysis of a sample (Lab. No. 104,473) col-
lected Oct. 10, 1945 showed this water to have a 
hardness of 11.3 gr. per gal., a residue of 311 
ppm. and an iron content of 1.4 ppm. 
Pumpage is estimated to average 242,000 gpd. 
of which 18,000 gpd. is commercial usage. 
LABORATORY NO. 116,219 
Illinois State Water Survey - Bulletin No. 40 
The village of Payson (456) installed a public 
water supply in 1910. 
Water is obtained from a well drilled about 
1910 and located on the west side of Main St. b e -
tween Edwards and State St. (or approximately 
1000 ft. N. and 100 ft. E. of the S. W. corner of 
Section 8, T. 3 S., R. 7 W.). The ground surface 
elevation at the well site is 763± ft. 
The well is reported to be 330 ft. deep. A 
100-ft. length of 5-in. id. casing is reported to 
extend into the first limestone and the hole is 
6 in. in diameter to a depth of 150-160 ft. An 
unknown amount of 4-in. liner is reported below 
the bottom of the 6-in. hole. 
At some time, a 60-ft. length of 2-in. pump 
column has been dropped into the well. The non-
pumping water level in 1940 was reported to be 
about 75 ft. below the ground surface. 
A production test was made by the State Water 
Survey on Aug. 7, 1940. The well produced at a 
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rate of 74 gpm. for 7 hr . The non-pumping water 
level was reported to be 75 ft. below the ground 
surface. No pumping water level measurements 
were available, but from the character is t ics of 
the pump, it was estimated that the drawdown was 
about 67 ft. 
The pumping equipment installed in 1940 con-
sists of 170 ft. of 3-in. column pipe; 4-in. 15-stage, 
Fairbanks-Morse turbine pump No. 8565, having 
5 1/2-ft. overall length, and rated at 50 gpm. 
against 284 ft. of head; 20 ft. of 3-in. column pipe; 
7 1/2-hp. Fairbanks-Morse electric motor No. 
366940 operating at 3600 rpm. There is no air 
line. The pump base is about 1 ft. above floor 
level, which is at ground level. 
Analysis of a sample (Lab. No. 113,934) col-
lected Mar. 25, 1948 after 7-hr. pumping at 74 
gpm., showed the water to have a hardness of 13.9 
gr. per gal., a residue of 296 ppm., and an iron 
content of 0.1 ppm. 
Pumpage is estimated to average 20,000 gpd. 
LABORATORY NO. 113,934 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed for the 
village of Pear l (539) in 1914. The system was 
installed by the late Dr. F. M. Thurman, Pear l 
and presently is owned by his son, W. M. Thur-
man. 
Water is obtained from a spring located on 
Thurman's farm about 3/4 mile south of the 
center of the village (or approximately 1500 ft. 
S. and 1200 ft. E. of the N. W. corner of Section 
15, T. 7 S., R. 2 W.). 
In 1914, it was reported that the spring flowed 
at a rate of about 50 gpm. Water flows by g r a -
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vity to a 1200 gal. capacity concrete tank, 20 ft. 
distant from the spring, thence is piped to a Rife 
hydraulic r am, rated at 2600 gal. per hr . capacity. 
The water is pumped by the ram to a 30,000 gal. 
reservoi r on top of the bluff and thence flows by 
gravity to the distribution system. 
Analysis of a sample (Lab. No. 114,727), col-
lected May 13, 1948 showed the water to have a 
hardness of 12.0 gr. per gal., a residue of 236 
ppm., and no iron. 
Pumpage is estimated to average 30,000 gpd. 
LABORATORY NO. 114,727 
Illinpis State Water Survey - Bulletin No. 40 
The village of Pear l City (447) installed a pub-
lic water supply about 1896. 
Originally water was obtained from a well 
drilled on high ground in the southwest part of 
town. The well was abandoned a few years later 
due to inadequate yield, and water was purchased 
from a creamery company. 
In 1910 a pumping station was built and 2 wells 
were drilled 10 ft. apart on the north side of North 
St. and about 220 ft. east of Main St. (or approxi-
mately 1400 ft. S. and 220 ft. E. of the N. W.cor-
ner of Section 9, T. 26 N., R. 6 E.). The surface 
elevation is 820± ft. 
Both wells were 40 ft. deep, and one well was 
6 in. and the other was 8 in. in diameter . Both 
wells penetrated about 3 ft. of top-soil , clay, and 
quicksand, and terminated in gravel. 
Water was pumped from the 2 wells by a 
Gould's triplex pump driven by an electric motor. 
A 3-in. suction pipe extended to a depth of 32 ft. 
in each well. The pump capacity was 85 gpm. 
In 1916 the non-pumping water level in the 
wells was 15 to 18 ft. below the surface and after 
pumping several hr . the water level was 28 1/2 
ft. below the pump station floor. One well alone 
could not supply 85 gpm., the capacity of the 
pump. 
Analysis of a sample (Lab. No. 35546), col-
lected Oct. 14, 1916, showed water from the 2 
\ 
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wells to have a hardness of 33.1 gr. per gal., a 
residue of 796 ppm., and an iron content of 0.6 
ppm. 
Both wells have been abandoned. 
In 1922 a well was drilled 13 ft. west of the 
6-in. well. This well was originally drilled to a 
depth of 322 ft. but in 1925 Gus Nelson, Hayfield, 
Minn., deepened the well to 428 ft., which was r e -
ported to be the base of the sandstone. The well 
is cased with 8-in. casing to the dolomite at a 
depth of 40 ft. The g round surface elevation is 
815± ft. 
The existing pump equipmentis: 230 ft. of 4-in. 
column pipe; 5 1/2-in., 36-stage od. Pomona t u r -
bine pump, No. J-1100 rated at 125 gpm.; the over-
all length of the pump is 12 1/2 ft.; 10 ft. of 
4 1/2-in. suction pipe; 20-hp. Westinghouse e lec -
t r ic motor, No. 8149854, operating at 1760 rpm. 
Analysis of a sample (Lab. No. 112,577) col-
lectedNov. 13. 1947 after 25-min. pumping showed 
this water to have a hardness of 25.0 gr. per gal., 
a residue of 472 ppm., and an iron content of 0.6 
ppm. 
The water is not t reated. 
Pumpage is estimated to be 14,000 gpd. 
The Dean Milk Co. well located 200 ft. east of 
the town well was drilled in 1937 by P. E. Millis, 
Byron. 
LABORATORY NO. 112,577 
2 - Pea r l City 
Sample-study log of the Dean Milk Co. well furnished by the State Geological Survey: 
I l l ino is Sta te Water Survey - Bul le t in No. 40 
A public wa te r supply was in s t a l l ed for the 
vi l lage of P e c a t o n i c a (1302) in 1889. 
Water was o r ig ina l ly obtained f rom a wel l l o -
ca ted n e a r the n o r t h e a s t c o r n e r of 8th and Main 
St. (or a p p r o x i m a t e l y 1820 ft. N. and 50 ft. E. 
of the S. W. c o r n e r of Sect ion 28 , T. 27 N. , R. 
10 E . ) . The wel l was dug and b l a s t ed into l i m e -
s tone to a d i a m e t e r of 18 ft. and to a depth of 20 
ft. The ground su r face e leva t ion is 760± ft. Water 
was pumped f rom the wel l by e i t he r of two 9- in . 
by 5 1/4-in. by 10- in . Deane duplex p u m p s , which 
w e r e d r i v e n by a 25 -hp . s t e a m b o i l e r . 
In 1917, when not pumping for 12 or m o r e h r . , 
the wa te r level was 11 ft., but the wel l empt i ed 
during pumping . 
Ana lys i s of a s amp le (Lab . No. 26343) c o l l e c t -
ed Oct . 20, 1913, showed w a t e r f r o m th i s wel l to 
have a to ta l h a r d n e s s of 330, a r e s i d u e of 357, and 
an i r o n content of 0.1 ppm. 
About 1917 a sp r ing loca ted about 900 ft. 
s o u t h w e s t e r l y f r o m the wel l was developed as a 
public w a t e r supply . Water flowed f rom the spr ing 
into the wel l th rough a 6- in . p ipe l ine . 
T h i s we l l has not been in s e r v i c e s ince 1936. 
In c a s e of e m e r g e n c y , w a t e r i s pumped f r o m t h i s 
wel l by m e a n s of a cent r i fugal p u m p , b e l t - c o n n e c t -
ed to a 3 0 - h p . Stover gaso l ine eng ine . 
In 1936, P a u l E. M i l l i s , Byron , d r i l l ed a we l l 
to a depth of 660 ft. and located 45 ft. no r th and 
10 ft. wes t of the old we l l . T h i s we l l is 10-in. in 
d i a m e t e r , and is ca sed f r o m the su r face to 14 ft. 
with 12- in . p ipe , and f r o m the su r face to 44 ft. 
with 10- in . p i p e . 
On Oct . 19, 1947, the wel l was equipped with 
100 ft. of 6- in . co lumn pipe; 8 - in . , 4 - s t a g e F a i r -
b a n k s - M o r s e tu rb ine p u m p , No. 56675, having an 
ove ra l l length of 4 ft. and a r a t e d capac i ty of 400 
g p m . aga ins t 100 ft. of head ; 20 ft. of 6- in . s u c -
t ion pipe; 15-hp . G e n e r a l E l e c t r i c m o t o r . 
On D e c . 4, 1946, when pumping at 240 gpm. 
the d rawdown was r e p o r t e d to be 18 ft. below a 
non-pumping wa te r l eve l of 15 ft. 
On Oct . 28 , 1947 the d i s t a n c e to wa te r below 
the pump b a s e was 11.7 ft. af ter an idle pe r iod of 
2 - h r . 
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Ana lys i s of a s ample (Lab . No. 112,380) c o l -
l ec ted Oct . 28, 1947 af ter 1 1/2 h r . of pumping at 
a r a t e of 400 gpm. , showed th i s wa te r to have a 
to ta l h a r d n e s s of 16.4 g r . pe r ga l . , a r e s i d u e of 
306 p p m . , and an i r o n content of 0.1 p p m . 
All w a t e r i s ch lo r ina t ed a t the pumping s t a -
t ion. 
Th i s wel l was the s o u r c e of the e n t i r e public 
w a t e r supply s ince i t was p laced in s e r v i c e in 
1936. 
A new wel l was d r i l l ed to a depth of 750 ft. on 
M a r . 5, 1946 by the C. W. V a r n e r Well Dr i l l ing 
Co . , Inc . , Dubuque, Iowa, and loca ted about 90 ft. 
south of Seventh St. and 240 ft. w e s t of Main St. 
(or a p p r o x i m a t e l y 2100 ft. N. and 400 ft. W. of the 
S. E. c o r n e r of Sec t ion 29). The ground sur face 
e leva t ion is 785t ft. 
The hole and cas ing r e c o r d is given in Table 1. 
TABLE 1 
Hole R e c o r d 
20- in . f r o m 0 to 16 ft. 
18- in . f rom 16 to 145 ft. 
12- in . f rom 145 to 438 ft. 
10- in . f rom 438 to 750 ft. 
Cas ing R e c o r d 
20- in . od. f r o m 0 to 16 ft. 
12 1/2-in. id . f r o m 0 to 145 ft. 
Annula r space outs ide of 12 1/2-in. id. gwi. 
cas ing was c e m e n t g rou ted . 
Upon comple t ion of the we l l , the s tanding 
wa te r l eve l w a s r e p o r t e d to be 36 ft. below the 
top of the cas ing (2 ft. above ground leve l ) . On 
Sept . 1-3, 1946, when pumping at a. r a t e of 400 
gpm. for 1 1/2 h r . the drawdown was 65 ft. The 
pumping r a t e was then r e d u c e d to 365 g p m . , and 
at the end of 2 h r . , the drawdown was 60 ft. The 
r a t e of pumping was then r e d u c e d to 350 gpm. for 
the r e m a i n d e r of a 4 8 - h r . t e s t . The drawdown 
was 64 ft. af ter 28 h r . and ma in ta ined th i s level 
th roughout the ba lance of the pe r iod . 
The wel l h a s not been equipped for s e r v i c e as 
ye t . 
P u m p a g e is e s t i m a t e d to be 90,000 gpd. 
2 - Pecatonica 
LABORATORY NO. 112,380 
Sample-study log of well drilled in 1946 furnished by the State Geological Survey: 
Illinois State Water Survey - Bulletin No. 40 
The water supplyfor the city of Pekin( 19,407) 
is described in Bulletin No. 33, published in 1940. 
All wells, constructed prior to 1927, have not 
been used for many yea r s . 
Well No. 4 was completed in 1946 to a depth 
of 119 ft. by Kelly Well Co., Grand Island, Neb., 
and located on the south side of the water works 
property, near Fayette and Capitol St. (or approxi-
mately 240 ft. S. and 1120 ft. W. of the N. E. cor -
ner of Section 3, T. 24 N., R. 5 W.). 
Correlated dr i l l e r ' s log of Well No. 4 furnished 
by the State Geological Survey: 
PEKIN 
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The elevation of the ground surface is 460± ft. 
An 8-in. concrete plug in the bottom of the well 
supports a 56-ft. length section of 32-in. od. and 
26-in. id. Kelly concrete screen, above which is 
64 ft. of plain casing with the top of the casing 
at 2 ft. above ground surface. An envelope of 
selected gravel surrounds the screen to give it 
an effective diameter of 42 in. 
The pumping assembly consists of: 50 ft. of 
8-in. column pipe; 12-in., 5-stage Aurora Pump 
Co. deep-well turbine pump rated at 1050 gpm.; 
10 ft. of 8-in. suction pipe; 100-hp., 1750-rpm., 
U . S . electric motor. 
On Mar. 22, 1946 the dril ler reported that, 
when pumping at 1950 gpm., the drawdown was 
8 1/2 ft. 
Analysis of a sample (Lab. No. 111,415), col-
lected Aug. 11, 1947, showed the water from Well 
No. 4 to have a hardness of 20.1 gr. per gal., a 
residue of 425 ppm., and an iron content of 0.1 
ppm. 
Pumpage at the Pekin Water Works is es t i -
mated to average 1.15 mgd. 
LABORATORY NO. 111,415 
Illinois State Water Survey - Bulletin No. 40 
The water supply for the city of Peoria 
(105,087) is obtained from wells located in what 
are now identified as the North, Sankoty, and the 
Central well fields. 
North Field 
The main pumping station, Pumping Station 
No. 2, the Main Well, the reserve well, and Wells 
No. 2, 3, 4, 5, and 6 are located in the North 
Field. These facilities are described on pages 
61-65 in Bulletin No. 33, published in 1940. 
Well No. 2 is out of service , the Sterling 
deep-well turbine pump, described on page 64 of 
Bulletin 33, having been removed and installed 
in Well No. 4 in June 1940. 
Well No. 3 is not used. 
Well No. 4 is in service. In 1940 the Byron-
Jackson 6-in. centrifugal pump and 15-hp. Wagner 
Electric motor were removed, and the 835 gpm. 
Sterling deep-well turbine pump from Well No. 2 
was substituted. 
Well No. 5 is out of service, and the Wagner 
Electric motor has been removed. 
Well No. 6 has never been in service. 
The Reserve Well pump No. 1 was removed 
during Nov. 1948 and ret i red from service. The 
old pump has been replaced by Reserve Well 
pump No. 3, which is a new Byron-Jackson 
single-stage turbine pump rated at 3 mgd. a-
gainst 30 ft. of head at 1160 rpm. The 10-in. 
column pipe is 50 ft. long above the pump. The 
lower 20 ft. 5 1/2 in. of column pipe, together 
with the pump, is inside the old 16-in. suction 
pipe, and the column pipe is sealed to the 16-in. 
gate valve of the old suction line at 20 ft. 5 1/2 
in. above the pump. The new discharge take-off 
is a short length above the gate valve. Power is 
furnished to the new pump from a 25-hp. a l t e r -
nating current motor operated at 1160 rpm. 
Sankoty Field 
In the Sankoty Field the Peor ia Water Works 
Co. has Wells No. 7, 8, 9, 10, 11, 12, and 13. 
Wells No. 7, 8, 9, and 10 are described in Bul-
letin No. 33, but their locations have been revised 
as hereinafter shown. All water from the wells 
in this field is pumped to the Main Well. 
Well No. 7 is 91.2 ft. deep below a ground 
surface elevation of 470± ft., and is located 1040 
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ft. S. and 1090 ft. W. of the N. E. corner of Sec-
tion 15, T. 9 N., R. 8 E. The cylindrical 3/8-in. 
steel plate, perforated strainer at the bottom of 
the well is 7 ft. in diameter by 24 ft. high and 
r e s t s on the bedrock. At the top of this strainer 
is a bulkhead of steel and concrete, 2 ft. thick, 
forming the floor of what was formerly the pump 
pit. Above this bulkhead, the former pump pit, 
4 ft. 10 in. id., and constructed of stone masonry, 
extends 56.8 ft. At this elevation the pit is in-
creased to 6 1/2-ft. square chamber for the 8.4 
ft. to the ground surface. There is a manhole 
through the bulkhead. A 10-in. suction pipe ex-
tends through the bulkhead, just above the floor 
of which, a 10-in. gate valve is flanged to the 
suction pipe. The turbine pump is d i rec t -
connected to the 10-in. valve. 
The pump assembly, installed in 1941, con-
sists of 59 ft. 11 3/8 in. of 10-in. column pipe; 
16-in., 3-stage Sterling deep-well turbine pump 
rated at 1150 gpm. against 122 ft. of head; the 
overall length of the pump is 4 ft. 4 5/8 in.; 75-
hp., 1175 rpm. U. S. electric motor. This pump 
unit replaced the 8-in. Byron-Jackson cent r i -
fugal pump and 80-hp. Wagner Electric Co. motor. 
Well No. 8 is 89.2 ft. deep below a ground e le-
vation of 465± ft., and is located 660 ft. S. and 
740 ft. W. of the N. E. corner of Section 15. A 
3/8-in. steel plate, perforated s t ra iner , 7 ft. in 
diameter , r e s t s on bedrock and extends upward 
for 24 ft. A steel and concrete bulkhead, 2.2 ft. 
thick is at the top of this s t ra iner . Above the 
bulkhead, the former stone masonry pump pit, 4 
ft. 10 in. id., extends for 56.8 ft., at which e le -
vation a 6 1/2-ft. square chamber reaches 6.2 ft. 
to the ground surface. A manhole is built into 
the bulkhead, and the 10-in. suction pipe extends 
through it. A 10-in. gate valve is flange-connected 
to the top of the suction pipe, and the turbine 
pump is connected to this gate valve. 
A 16-in., 3-stage Sterling pump, installed in 
1940, is rated at 1150 gpm. against 122-ft. head 
at 1175 rpm. The motor is a 75-hp. U. S. E lec -
t r ic Co. unit. 
Well No. 9 is located 340 ft. S. and 1210 ft. 
W. of the N. E. corner of Section 15 and other-
wise is as reported on page 67 of Bulletin No. 33, 
except that the pump motor is a General Electr ic 
100-hp. unit operating at 1150 rpm. The ground 
elevation at the well is 467.5 ft. 
Well No. 10 is located 355 ft. N. and 1310 ft. 
W. of the S. E. corner of Section 10 and is as r e -
ported in Bulletin No. 33, page 68, except that 
2 - P e o r i a 
the Kelly c o n c r e t e s c r e e n is 23 ft. 10 in . long, 
and the b lank c o n c r e t e cas ing is 68 ft. 8 in . long. 
The e l eva t ion of the top of the cas ing is 467.74 ft. 
The o r ig ina l ground e leva t ion is 467.2 ft. 
Ana lys i s of a s a m p l e (Lab . No. 117,179) c o l -
lec ted Jan . 3 1 , 1949 shows the w a t e r to have a 
h a r d n e s s of 23.0 g r . pe r g a l . , a m i n e r a l content 
of 448 p p m . , and a t r a c e of i r o n content . The 
c o n c e n t r a t i o n s v a r y somewha t f r o m t i m e t o t i m e 
but t h i s a na ly s i s i s r e p r e s e n t a t i v e of the g e n e r a l 
c h a r a c t e r of the w a t e r s f r o m th i s F i e l d . 
Wells No. 1 1 , 12, and 13, ca l led the Webb 
F a r m W e l l s , a r e located w e s t e r l y o f Galena Road 
and s l ight ly south of Wel ls No. 7, 8, 9, and 10. 
Well No. 11 was comple ted to a depth of 125 
1/2 ft. be low the top of the cas ing by the Kel ly 
Well C o . , Grand I s l and , N e b . , in 1941. The wel l 
is loca ted about 2545 ft. S. and 920 ft. W. of the 
N. E. c o r n e r of Sect ion 15. 
The e l eva t ion of the g round sur face is 483.4 
ft. and the top of the cas ing is at e l eva t ion 484.48 
ft. 
A c o n c r e t e plug, 8 in . th ick r e s t i ng on bed-
r o c k at the bo t tom of the we l l , s u p p o r t s 39 ft. of 
Kelly c o n c r e t e s c r e e n and 85 ft. 10 in . of blank 
c o n c r e t e c a s i n g . Both the s c r e e n and cas ing a r e 
32 in . od. and 25 in . id . A 3 - in . envelope of s e -
l e c t ed , washed g r a v e l s u r r o u n d s the we l l . 
Upon comple t ion of the we l l , the s ta t ic l eve l 
w a s r e p o r t e d at 62 ft. 9 in. When pumping at 
1810 g p m . , the drawdown was 14 1/2 ft. 
The pump a s s e m b l y c o n s i s t s of 120 ft. of 16-
in . co lumn pipe; 16- in . , 5 - s t a g e Ster l ing d e e p -
wel l tu rb ine pump r a t e d at 1150 g p m . aga ins t a 
200-f t . h e a d , at a speed of 1180 r p m . ; the o v e r a l l 
length of the pump is 5 ft.; 125-hp. U. S. e l e c t r i c 
m o t o r . 
Well No. 12 was comple t ed by the Kelly Well 
C o . in 1941 and is loca ted about 2545 ft. S. and 
1640 ft. W. of the N. E. c o r n e r of Sec t ion 15. The 
we l l is 1.40-ft. deep and is 25 in . id. and 32 in . 
od. An 8- in . c o n c r e t e plug r e s t s on b e d r o c k and 
suppor t s 39 ft. of Kelly c o n c r e t e s c r e e n and 99 
ft. 11 in . of blank c o n c r e t e cas ing to within 5 in . 
of the o r ig ina l ground s u r f a c e . It h a s a 3- in . 
envelope of s e l e c t e d , washed g r a v e l . The e l e v a -
t ion of the top of the cas ing is 499.45 ft. and the 
o r ig ina l g round e leva t ion i s 499.9 ft. 
The s t a t i c w a t e r l eve l a t the t ime of c o m p l e -
t ion of t h i s wel l was r e p o r t e d to be 76 ft. below 
the top of the cas ing ; and when pumping at 1700 
gpm. , the drawdown was 14 ft. 4 in . 
The wel l is equipped with a 5 - s t age S te r l ing 
d e e p - w e l l tu rb ine pump , r a t e d a t 1150 gpm. aga ins t 
a head of 200 ft. at a speed of 1180 r p m . The 
pump is d i r e c t - c o n n e c t e d to a 125-hp . U. S. 
E l e c t r i c C o . m o t o r . 
Well No. 13 was comple ted by the Kelly Well 
Co . in 1942 and is loca ted about 1815 ft. S. and 
1415 ft. W. of the N. E. c o r n e r of Sect ion 15. 
The wel l is 110 ft. 2 in . deep below ground 
level and is 25 in . id . and 32 in . od. A 3- in . e n -
velope of s e l ec t ed , washed g r a v e l s u r r o u n d s the 
we l l . An 8- in . conc re t e plug r e s t s on the b e d r o c k 
and suppor t s 24 ft. of Kelly c o n c r e t e s c r e e n and 
85 1/2 ft. of blank conc re t e c a s i n g . The top of 
the cas ing is at e levat ion 485.33 ft. and the ground 
e leva t ion is 483.8 ft. 
The s t a t i c w a t e r l eve l a t the t i m e of c o m p l e -
tion was r e p o r t e d to be 53 ft. 5 in . below the top 
of the cas ing ; and when pumping at 1050 gpm. , 
the drawdown w a s 20 1/2 ft. 
The pump a s s e m b l y c o n s i s t s of 90 ft. of 8 - in . 
co lumn pipe; 12- in . , 5 - s t age A m e r i c a n Well Works 
d e e p - w e l l t u rb ine pump r a t e d a t 750 gpm. aga ins t 
210 ft. of head at a speed of 1760 r p m . ; the o v e r -
a l l length of the pump is 5 ft.; 100-hp. U. S. 
E l e c t r i c C o . m o t o r . 
C e n t r a l F i e l d 
In the C e n t r a l F i e l d , the P e o r i a Water Works 
Co . Dodge St. Well No. 1 was c o n s t r u c t e d in 1944 
by the Kelly Well C o . and located on S. W a s h i n g -
ton St. at Dodge St. extended (or a p p r o x i m a t e l y 
865 ft. N. and 755 ft. E. of the S. W. c o r n e r of 
Sect ion 17, T. 8 N . , R. 8 E . ) . 
The wel l is 17-in. id . and 22- in . od. and is 
118 1/2 ft. deep below a ground sur face e l eva t ion 
of 473.8 ft. B o u l d e r s m a d e i t i m p o s s i b l e to r e s t 
the 8- in . plug at the bo t t om of the well on b e d -
r o c k , w h i c h is 122 1/2 ft. below the s u r f a c e . The 
8- in . plug s u p p o r t s 44 ft. of Kelly c o n c r e t e s c r e e n 
and 76 ft. of b lank c o n c r e t e ca s ing . An envelope 
of s e l ec t ed washed g r ave l s u r r o u n d s the we l l . 
The o r i g i n a l ground e leva t ion was 473.8 ft. 
The s ta t ic w a t e r l eve l a t t i m e of comple t ion 
was r e p o r t e d to be 63 ft. 3 in . ; and when pumping 
at 1050 gpm. , the drawdown was 4 in . ; and at 
1590 gpm. , the drawdown was 6 in . 
Correlated dr i l l e r ' s log of the Peoria Water 
Works Co. Dodge St. Well No. 1 furnished by the 
State Geological Survey: 
The pumping equipment consists of 100 ft. of 
10-in. column pipe; 9-stage A. D. Cook deep-well 
pump rated at 2 mgd. against a head of 260 ft. at 
1770 rpm.; the overall length of the pump is 9.0 
ft.; 150-hp. General Electric Co. motor. 
Dodge St. Well No. 2 was completed by the 
Kelly Well Co. in 1946 and located 30 ft. easterly 
of Dodge St. Well No. 1. It is 17-in. id. and 22 
in. od. and is 113 ft. 8 in. deep. Boulders made 
it impossible to reach bedrock. The 8-in. con-
crete plug at the bottom of the well supports 36 
ft. of Kelly concrete screen and 77 ft. of blank 
concrete casing. An envelope of selected, washed 
gravel surrounds the well. The original ground 
elevation was 475.0 ft. 
The static water level at time of completion 
of the well was reported to be 62 ft. below the 
top of the casing. When pumping at 1390 gpm. 
with Well No. 1 operating at a rate of 2.3 to 2.4 
mgd., the drawdown was 0.25 ft. 
The pumping equipment consists of 100 ft. of 
10-in. column pipe; 6-stage Worthington deep-
well turbine pump rated at 2 mgd. against a 275-
ft. 'head at 1760 rpm.; the overall length of the 
pumpis 6 ft.; 125-hp. General Electric Co. motor. 
The quality of the water from these wells 
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var ies somewhat from time to t ime. The general 
character is exemplified by the analysis of a 
sample (Lab. No. 108,316) collected Nov. 15, 
1946. The water is shown to have a hardness of 
26.6 gr. per gal., a mineral content of 583 ppm., 
and an iron content of 0.7 ppm. 
Dodge St. Well No. 3 was completed to a depth 
of 124 ft. in Mar.- 1948 by Kelly Well Co. and lo-
cated 4 ft. southerly and 70 ft. westerly of Dodge 
St. Well No. 1. The well is cased with 84 ft. of 
17-in. id. by 22-in. od. of blank concrete pipe, 
below which is 40 ft. of concrete pipe screen of 
same dimensions. The elevation of the top of the 
casing is 478.6 ft. The screen sets on a concrete 
plug of 8-in. thickness and the bottom of the plug 
is 9 in. above shale. 
F r o m 20 ft. below the top of the casing to the 
bottom of the well, the annular space between 
the casing and screen, and the temporary steel 
casing was filled with washed sand and gravel as 
the steel casing was withdrawn. At 20 ft. below 
the top of the casing, a special concrete ring of 
8-in. thickness supports an outer concrete casings 
27-in. id. by 32-in. od. The annular space be-
tween the concrete casings was filled with con-
crete to the top of the well. 
A production tes t was made by the dril ler on 
Apr. 21, 1948. Before the test , the water level 
was 5.7.87 ft. below the top of the casing. After 
five-minutes pumping at 1600 gpm., the draw-
down was 2 ft. and remained the same throughout 
the test run of 6 hr . 55 min. 
The pumping equipment consists of 92 1/2 ft. 
of 10-in. column pipe; 4-stage Byron-Jackson 
turbine pump, rated at 2 mgd. against 275 ft. of 
head at 1750 rpm.; the pump is 4 ft. 7 1/2 in. 
long; 125-hp. e lectr ic motor. 
Total pumpage by the Peoria Water Works 
Co. averages 15.18 mgd., and all water is chlor-
inated. 
LABORATORY NO. 117,179 
4 - P e o r i a 
LABORATORY NO. 108,316 
Illinois State Water Survey - Bulletin No. 40 
The water supply for the village of Peoria 
Heights (4376) is described in Bulletin No. 33, 
published in 1940. 
Well No. 3 has been capped with a concrete 
slab, and the pump unit was removed for use in 
Well No. 4. 
Well No. 4 was completed in 1942 by the 
Layne-Western Co., Chicago, at a depth of 125 
ft. below a ground surface elevation of 500t ft., 
and is located about 1820 ft. N. and 1220 ft. W. 
of the S.E. corner of Section 15, T. 9 N., R. 8 E. 
The well was cased with 107 ft. of 18-in. pipe 
and 20 ft. of Armco-iron, Layne shutter screen. 
A 12-in. envelope of selected washed gravel sur -
rounds the well. 
When the well was completed, the static water 
level was reported to be 76 ft. below the top of 
the casing; and when pumping at 450 gpm., the 
drawdown was 25 ft. 
The pump unit of Well No. 3 was worked over 
for use in Well No. 4 by removing 2 stages, by 
re-winding the motor to deliver 90 hp. at an in-
creased rpm., and by lengthening the column pipe 
and shafting by 10 ft. The pump is a Pomona 
deep-well turbine rated at 450 gpm. 
Part ia l analysis of a sample (Lab. No. 99099) 
collected Feb. 4, 1944 showed this water to have 
a hardness of 12.5 gr. per gal., a mineral con-
tent of 458 ppm. and an iron content of 1.5 ppm. 
This is characteris t ic for the water from this 
well, although there is some occasional var ia -
tion. 
Well No. 5 was completed in 1942 by Layne-
Western Co. to a depth of 135 ft. and located about 
630 ft. north of Well No. 3 (or approximately 2450 
ft. N. and 1220 ft. W. of the S.E. corner of Sec-
tion 15). 
The well was cased with 117 ft. of 18-in. pipe 
and 20 ft. of Armco-iron, Layne shutter screen 
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and is surrounded by a 12-in. envelope of s e -
lected washed gravel. 
Whenthe well was completed, it produced 1200 
gpm. with a 7-ft. drawdown with no other major 
wells operating in the vicinity; when the Peoria 
Water Works Co. Wells No. 11 and 12 were oper-
ating, the drawdown was 9 ft. 
The pump assembly consists of: 100 ft. of 
10-in. column pipe; 15-in. 5-stage Layne-Bowler 
turbine pump rated at 1200 gpm.; the overall 
length of the pump is 6 ft. 5 in.; 10 ft. of 10-in. 
suction pipe; 15-hp. electric motor. 
The general character of the water from this 
well is similar to that from the Peoria Sankoty 
Field wells. 
The ground-water supply is pumped from 
Well No. 5 and No. 4 through a 12-in. main which 
continues southerly past Wells No. 2 arid No. 1, 
picking up their production. The main then con-
tinues to a 320,000-gal. storage reservoir at the 
Kingman Ave. Pump Station. 
A special line leads from the reservoir to a 
meter pit south of the station for a gravity feed 
to the Pabst Brewing Corp. 
In 1943 a chlorinator was installed at Well 
No. 5. 
Pumpage is estimated to average 1.2 mgd. 
Correlated dr i l l e r ' s log of Well No. 5 furnished 
by the State Geological Survey: 
LABORATORY NO. 99099 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
village of Peotone (1146) in 1895. Water was first 
obtained from a small well at the local electric 
light plant. The plant was sold in 1903 and the 
village developed another water supply. 
In 1904 a well was drilled to a depth of 135 
ft. by Martin & Kaler, Manteno. It is located 
about 135 ft. north of Corning Ave. and 10 ft. 
west of Third St. (or approximately 2325 ft. S. 
and 1065 ft. W. of the N. E. corner of Section 24, 
T. 33 N., R. 12 E.). The elevation of the ground 
surface is 720± ft. The well is reported to be 
cased with 10-in. pipe to rock at a depth of 60 ft. 
A production of 210 gpm. was obtained on May 8, 
1913 when pumping for 4 hr . 
A non-pumping water level of 22 ft. below the 
pump base was reported in 1922. At that t ime 
the well was equipped with a double-acting plunger 
pump with a 6 1/2-in. diameter Erb cylinder hav-
ing a 24-in. stroke set at a depth of 40 ft. to which 
20 ft. of suction pipe was attached. The pump 
was operated at a speed of 26 strokes per min. 
delivering about 6 1/2 gal. per stroke. On Jan. 
20, 1934 the pump was reported to have a cylinder 
setting of 80 ft. and to be held in condition only 
for emergency purposes. 
The same pump installation consisting of the 
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old Gould power head and Erb cylinder was still 
in service on Oct. 4, 1946. It is belt-driven by a 
20-hp. Burke Electr ic Co. motor and operated at 
a rate of 26 strokes per min. This unit was 
operated once a day during the summer of 1946 
to keep the pump in working condition as a stand-
by unit. 
Another well was drilled for the village (45 
ft. W. of Third St. and 25 ft. N. of Well No. 1) in 
1930 by J. O. Heflin, Joliet. The well is 135 ft. 
deep and is reported to be cased with 10-in. pipe 
from the surface to rock at a depth of 60 ft. 
The following pump installation was in se rv -
ice on Oct. 4, 1946: 80 ft. of 6-in. column pipe; 
8-in., 10-stage Pomona turbine pump, Serial No. 
G-7351, rated at a capacity of 300 gpm. against 
170 ft. of head; the overall length of the pump is 
63 in.; 25-hp. Westinghouse electric motor. The 
pump was pulled and overhauled in 1941. 
Analysis of a sample (Lab. No. 107,858), col-
lected Oct. 4, 1946 after 20-min. pumping at 300 
gpm. showed this water to have a total hardness 
of 26.2 gr. per gal., a residue of 605 ppm., and 
an iron content of 0.8 ppm. 
The estimated average pumpage is 72,000 
gpd. The water is not treated. 
LABORATORY NO. 107,858 
Illinois State Water Survey - Bulletin No. 40 
A well was drilled in 1933 for public use in 
Pere Marquette State Park and located at the 
C.C.C. Camp near Rosedale, (or approximately 
600 ft. N. and 1100 ft. W. of the S.E. corner of 
Section 9, T. 6 N., R. 13 W.). 
Sample study log of well drilled in 1933 furnished 
by the State Geological Survey: 
The well was drilled by Ernest Kuhse, Graf-
ton, to a depth of 480 ft. below a ground elevation 
of 465± ft., and cased with 6-in. pipe from the 
surface to 42 1/2 ft. below which the hole was 
6-in. diameter . When completed, the static water 
level was reported to be 30 to 35 ft. and when 
bailing at the rate of 12 to 15 gpm.,the drawdown 
was 145 ft. When the drilling reached a depth of 
200 ft. water was bailed out at the rate of 16 gpm. 
with a drawdown of 160 ft. 
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In 1939, this well was not producing in suf-
ficient quantity to supply the demand. The well 
has been abandoned. 
Well No. 2 was drilled in 1934 to a depth of 
74 ft. by E. W. Johnson, Bloomington, and located 
about 1000 ft. southwest of Well No. 1. The well 
was cased with 65 ft. of 6-in. pipe and 9 ft. of 
exposed screen, having No. 30 slot openings. 
On July20, 1939, the non-pumping water level 
was 12 ft. below a ground elevation of 420± ft. 
and when pumping at 50 gpm. the drawdown was 
2 ft. The pumping equipment includes 60 ft. of 
4-in. column pipe; Fairbanks-Morse turbine 
pump, No. 8720, rated at 50 gpm.; 15-hp. 
Fairbanks-Morse electric motor. Other data on 
the pump assembly are not known. The discharge 
is metered and averages a 75-gpm. ra te . Well 
No. 2 furnished the entire supply. 
Analysis of a sample (Lab. No. 116,056) col-
lected Oct. 7, 1948, showed this water to have a 
hardness of 25.7 gr. per gal., a residue of 684 
ppm., and an iron content of 4.0 ppm. 
The water is aerated, filtered, softened and 
chlorinated. 
Analysis of a sample (Lab. No. 116,054) col-
lected Oct. 7, 1948 showed the treated water to 
have a hardness of 4.4 gr . per gal. , a mineral 
content of 465 ppm., and an iron content of 0.1 
ppm. 
Pumpage is estimated to average 35,000 gpd. 
LABORATORY NO. 116,056 
2 - Pere Marquette State Park 
LABORATORY NO. 116,054 
Illinois State Water Survey - Bulletin No. 40 
The village of Percy (958) installed a public 
water supply in 1935. 
Water was obtained from Well No. 1, drilled 
in 1934 by Sewell Well Co., St. Louis, Mo., and 
located on the west side of Second St., on the 
south side of the alley between Pine and Almond 
St. (or approximately 700 ft. N. and 2250 ft. W. 
of the S.E. corner of Section 11, T. 6 S., R. 5 W.). 
This well was drilled to a depth of 423 ft. below 
a ground surface elevation of 470± ft. 
Sample-study log of Well No. 1 furnished by the 
State Geological Survey: 
The well was cased with 8-in. pipe to a depth 
of 312 ft., and the hole was 8 in. in diameter from 
312 to 423 ft. 
Pumping equipment was installed as follows: 
185 ft. of 4-in. column pipe; 8-in., 10-stage Cook 
turbine pump, 4 ft. 3 1/2 in. in overall length and 
rated at 100 gpm. against 265 ft. of head; 10 ft. 
of suction pipe; 191 ft. of air line; 15-hp. U. S. 
electric motor, No. 118548, operating at 1800 rpm. 
A production test was made by the State Water 
Survey on Jan. 15, 1935. The well produced 107 
gpm. with a drawdown of 133 ft. below a non-
pumping water level of 58 ft. 
In 1940, it was reported that the well was 
producing 82 gpm. with a pumping water level of 
178 1/2 ft. below the pump base . 
The pump was removed in 1941 and replaced 
with a 13-stage, 8-in. Cook turbine, No. 1494, 
rated at 100 gpm. operating at 1760 rpm. The 
length of the column pipe was increased to 270 
rpm. The water level at that time was 90 ft. be -
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low the top of the well. 
In 1946, the well was reported to produce 35 
gpm. with a drawdown of 230 ft. 
The well was cleaned and deepened, as a 6-
in. hole, to a total depth of 447 ft. in Sept. 1946 
by L. W. Gwin, Chester. The dr i l ler reported 
that sandstone was penetrated between 424 and 
447 ft. 
After the well was deepened, it was reported 
that when pumping at a rate of 100 gpm. for 40 
hours the drawdown was 260 ft. The pump set -
ting was 276 ft. Well No. 1 has not been in se rv-
ice since Oct. 1947 because of expensive opera-
tion. In Apr. 1949, the non-pumping water level 
was reported to be 90 ft. 
Analysis of sample (Lab. No. 100,768) col-
lected July 20, 1944, showed the water to have a 
hardness of 10.0 gr. per gal., a residue of 309 
ppm., and an iron content of 0.3 ppm. 
Well No. 2 was drilled for the village in Oct. 
1944 by Southwestern Illinois Coal Corporation 
and is located at the dead end of Holland St., 
about 280 ft. north of Pine St. (or approximately 
1270 ft. N. and 1780 ft. E. of the S.W. corner of 
Section 11). The ground elevation at the well 
site is 450.4 ft. 
Well No. 2 is 430 ft. deep and is cased with 
10-in. pipe from the surface to 57 ft. and with 
8-in. pipe from the surface to 295 ft. below which 
the hole is 8-in. in diameter. 
The well is equipped with a Cook turbine 
pump, No. 6948, which delivers an average of 
106 gpm. against 66 psi.; 30 ft. of suction pipe; 
20-hp. U. S. electric motor, operating at 1800 
rpm. 
In 1945, it was reported that this well was 
furnishing most of the village supply, and since 
Oct. 1947, has furnished the entire supply. 
Analysis of a sample (Lab. No. 113,728), col-
lected Mar. 8, 1948 after 30-min. pumping at 
106 gpm., showed the water to have a hardness 
of 12.4 gr. per gal., a residue of 322 ppm., and 
an iron content of 0.3 ppm. 
Metered pumpage in Feb. and Mar. 1948 
averaged 24,000 gpd. 
2 - P e r c y 
LABORATORY NO. 113,728 
I l l ino i s State Water Su rvey - Bul le t in No. 40 
The public wa te r supply for the ci ty of P e r u 
(8983) w a s i n s t a l l e d in 1891 by the P e r u Water 
C o . , under a f inancia l a r r a n g e m e n t whe reby the 
ci ty u l t i m a t e l y acqu i red the p r o p e r t y . Water was 
obta ined f rom flowing wel l s but with i n c r e a s i n g 
d e m a n d s , i t was n e c e s s a r y to d r i l l addi t ional 
we l l s and pump f rom t h e s e we l l s a t t i m e s of 
m a x i m u m demand; 
Well No. 1 was d r i l l e d in 1889 by O. K. 
Wall ing, Ot tawa . It was loca ted in the bo t tom of 
the old r e s e r v o i r on the south s ide of B r e w s t e r 
St. at Main St. The wel l was d r i l l ed to a depth 
of about 1365 ft. , and the hole and cas ing r e c o r d 
w e r e r e p o r t e d as shown in Table 1 . 
TABLE 1 
Hole R e c o r d 
14-in. f rom 0 to 30 ft. ( rock) 
10- in . f r o m 30 to 450 ft. 
8- in . f r o m 450 to 900 ft. 
6 - in . f rom 900 to 1365+ ft. 
Cas ing R e c o r d 
8- in . f r o m su r face to 450 ft. 
6 - in . f r o m sur face to 1000+ ft. 
After 1905, wa te r f r o m t h i s wel l was used 
only during p e r i o d s of sho r t age of supply f rom 
other w e l l s . The cas ing d e t e r i o r a t e d , and t h e r e 
was poss ib i l i t y of con tamina t ion f rom s u r f a c e 
d r a i n a g e . The wel l was abandoned about 1913. 
The f ree flow c e a s e d about 1921, and in 1923 a 
s m a l l flow c o m m e n c e d again . 
Well No. 2 was d r i l l ed by Whitney Well C o . , 
St. L o u i s , Mo . , in 1893. I t was located on Wate r 
St, at the foot of P u t n a m St. n e a r the Chicago , 
Bur l ing ton & Quincy R. R. depo t , and jus t w e s t 
of the no r th a p p r o a c h to the highway br idge (or 
a p p r o x i m a t e l y 400 ft. S. and 700 ft. W. of the 
N. E. c o r n e r of Sect ion 20, T. 33 N. , R. 1 E . ) . 
The wel l was 1254 ft. deep and cased with 
900 ft. of p ipe . The hole below the cas ing was 
r e p o r t e d to be 5 in . in d i a m e t e r . When the wel l 
was c o m p l e t e d , the free flow was 311 gpm. , and 
in 1920 when the a i r lift pumps had been idle for 
s e v e r a l h o u r s , the flow was 25 gpm. The wel l 
was abandoned about 1933. 
Ana lys i s of a s ample (Lab . No. 66357) c o l -
l ec ted A p r . 22, 1930, showed the w a t e r f r o m th i s 
we l l to have a h a r d n e s s of 13.9 g r . pe r ga l . , a 
r e s i d u e of 835 p p m . , and an i r o n content of 0.1 
P E R U 
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ppm. 
Well No. 3 was d r i l l e d in 1905 to a depth of 
1255 ft. by Wikon Well Co . , C h i c a g o . It is loca ted 
in the engine r o o m at the pumping s ta t ion a t the 
foot of P l u m St. (or a p p r o x i m a t e l y 260 ft. N. and 
260 ft. E. of the S. W. c o r n e r of Sect ion 16). 
The e leva t ion of the ground su r f ace is 460± ft. 
The we l l w a s c a s e d to r o c k with 14- in . pipe 
and to a depth of about 900 ft. with 8- in . p ipe . 
Below the ca s ing the hole was r e p o r t e d to be 6 
in . in d i a m e t e r . 
In 1905 the f ree flow was 200 g p m . , and in 
1920 when the a i r lift pumps had not ope ra t ed for 
s e v e r a l h o u r s , the flow w a s 40 gpm. A s m a l l 
flow was r e p o r t e d in 1932. 
Th i s we l l h a s been abandoned . 
Ana lys i s of a s a m p l e . (Lab . No. 66358) c o l -
lec ted Apr . 22, 1930 showed the w a t e r in Well 
No. 3 to have a h a r d n e s s of 11.8 g r . pe r g a l . , a 
m i n e r a l content of 2249 p p m . , and an i r o n c o n -
t en t of 0.3 p p m . 
Well No. 4 was d r i l l e d in 1913 by H. W. 
H a m b r e c h t , S t e r l i ng . I t i s l oca t ed in the e a s t e r n 
p a r t of the pumping s t a t ion . 
The depth of the wel l is 1505 ft. 9 in . be low 
a ground su r f ace e l eva t ion of 460 t ft. 
Sal t w a t e r (5078 p p m . m i n e r a l content) was 
encoun te r ed at dep ths of 595 and 700 ft. F r e s h 
w a t e r flowed when the dr i l l ing r e a c h e d 996 ft. , 
and the flow i n c r e a s e d as the d r i l l ing p r o g r e s s e d 
th rough the l i m e s t o n e . The cas ing r e c o r d w a s : 
16- in . f r o m su r face to 49 1/2 ft. 
12- in . f r o m 49 1/2 to 212 1/2 ft. 
10- in . f r o m sur face to 390 1/3 ft. 
8- in . f rom su r f ace to 625 ft. 
6 - in . f r o m 616 to 990 ft. 
The top of the 6- in . c a s ing w a s sea led to the 
8- in . with a lead p a c k e r to exc lude w a t e r f r o m 
above a depth of 990 ft. The h o l e , be low the c a s -
ing , w a s 6 in . in d i a m e t e r . 
In 1920 the f ree flow f r o m th i s we l l was 200 
g p m . , and in 1923 the flow f r o m Wel l s No. 2, 3 , 
and 4 was e s t i m a t e d to be 400,000 gpd. The flow 
f rom No. 4 was e s t i m a t e d to be 8 t i m e s that f r o m 
No. 2 and 3. In 1925 the f ree flow f r o m the 3 
w e l l s was 350,000 gpd. 
2 - P e r u 
Water is pumped f rom Well No. 4 by an a i r 
lift with a E-in. a i r pipe extending into the well to 
a depth of 200 ft. In Aug. 1947 th i s wel l was being 
used about 2 h r . dai ly to supply w a t e r when Well 
No. 5 is unable to supply the demand . 
Ana lys i s of a s ample ( L a b . No. 66359) c o l -
l ec ted Apr . 22, 1930, showed the w a t e r f rom Well 
No. 4 to have a h a r d n e s s of 14.3 g r . pe r ga l . , a 
m i n e r a l content of 778 p p m . , and an i ron content 
of 0.2 ppm. 
Well No. 5 was d r i l l ed in 1931 by Sewell Well 
C o . , St. L o u i s , Mo. , and located 20 ft. no r th of 
Water St. and 20 ft. wes t of the e a s t line of 
P e o r i a St. ex tended , about 345 ft. wes t of the 
nor th approach to the high-way b r i d g e (or a p p r o x i -
m a t e l y 400 ft. S. and 1000 ft. W. of the N. E. c o r -
ne r of Sect ion 20). The wel l is about 1300 ft. 
wes t of the pumping s ta t ion and t r e a t i n g p lant . 
The ho le , cas ing and l i ne r r e c o r d a r e given 
in Table 2 with a l l m e a s u r e m e n t s t aken f r o m the 
top of the cas ing e leva t ion 464.7 ft. 
TABLE 2 
Hole R e c o r d 
25 - in . f r o m top to 459 ft. 
19-in. f r o m 459 to 1026 ft. 
15- in . f r o m 1026 to 1616 ft. 
12- in . f rom 1616 to 2601 ft. 
Cas ing and L i n e r R e c o r d 
26- in . od. cas ing f r o m top to 73 ft. 9 in . 
20- in . od. ca s ing f r o m top to 459 ft. 
15 1/2-in. id . cas ing f r o m top to 1020 ft. 
12 1/2-in. l iner f r o m 1478 to 1616 ft. 
The annular s p a c e , ou ts ide of the 15-in. c a s -
ing to a depth of 1026 ft., was c e m e n t e d in to 
s ea l off w a t e r which conta ined m o r e than 4000 
p p m . sod ium ch lor ide (Lab . No. 69173). The a n -
nular space outs ide of the 20 - in . cas ing to a 
depth of 459 ft. was a l so filled with cemen t g rou t . 
Dur ing the dr i l l ing o p e r a t i o n s , wa te r l eve l s 
w e r e r e p o r t e d a t dep ths below the d r i l l f loor , 2 
ft. above the ground s u r f a c e , as given in Tab le 3 . 
Wa te r was encoun te red f i r s t a t 555 ft. depth 
and with sufficient a r t e s i a n p r e s s u r e to flow over 
the top of the cas ing 2 ft. above the ground s u r -
face . At 605-ft . depth the s t a t i c head was about 
8 ft. above the ground. The flow b e c a m e so 
t r o u b l e s o m e to dr i l l ing o p e r a t i o n s tha t , a t 1020-
ft. depth , i t was n e c e s s a r y to s ea l off the w a t e r . 
T h i s was done by using 2100 s a c k s of cemen t 
and m o r e than 30 tons of sand and g r a v e l . At 
1820 ft. the f ree flow was m e a s u r e d with a Weir 
at 200 gpm. The flow i n c r e a s e d s teadi ly dur ing 
the final d r i l l i ng . 
At 2601 ft. i t was e s t i m a t e d to be 1000 g p m . , 
and as evidence tha t the flow was l a r g e l y f r o m 
the bo t tom of the ho le , the t e m p e r a t u r e of the 
wa te r was 73 1/2° F . , a h igher t e m p e r a t u r e than 
had been r e c o r d e d a t l e s s e r d e p t h s . 
At 1820-ft. depth a sho r t p roduc t ion t e s t was 
m a d e by the d r i l l e r . The f ree flow was 200 gpm. , 
and on pumping at 550 gpm. the drawdown was 88 
ft. below the top of the cas ing . After comple t ion 
of the wel l at 2601 ft., a sho r t p roduc t ion t e s t was 
r u n . The f ree flow was 600 to 700 gpm. , and 
af ter pumping 1 h r . at 1850 gpm. , the drawdown 
was 34 ft. below the top of the cas ing . 
The pumping equipment , i n s t a l l ed in July 
1945 by S tandard Power & Equ ipmen t Co . , C h i -
cago , c o n s i s t s of 100 ft. of 8- in . column p ipe ; 
4 - s t a g e P o m o n a tu rb ine pump , No. 2F 1835, 
r a t e d at 1000 gpm. aga ins t a head of 130 ft.; the 
o v e r a l l length of the pump is 4 ft.; 104 ft. of a i r 
l ine ; 10 ft. of 8- in . suct ion p ipe ; 5 0 - h p . , 1765 
r p m . G e n e r a l E l e c t r i c m o t o r . 
The pump i s insu la ted f rom the wel l cas ing 
to p r e v e n t e l e c t r o l y s i s , which h a s p r e v i o u s l y 
caused c o n s i d e r a b l e t r o u b l e . 
On Aug. 4, 1947 when pumping at 1000 gpm. , 
the w a t e r l eve l was 39 ft. below the top of the 
c a s i n g . The pump is ope ra t ed f rom 15 to 24 h r . 
da i ly . 
Ana lys i s of a s ample (Lab . No. 111,360) c o l -
l ec ted Aug. 4, 1947 af ter 1-hr. pumping , showed 
the w a t e r in Well No. 5 to have a h a r d n e s s of 
14.1 g r . pe r ga l . , a r e s i d u e of 792 ppm. , and an 
i r o n content of 0.9 p p m . 
The w a t e r i s a e r a t e d , sof tened, and f i l t e red . 
A n a l y s i s of a s amp le (Lab . No. 110,978) co l lec ted 
Aug. 4, 1947, showed the t r e a t e d w a t e r to have a 
h a r d n e s s of 5.8 g r . pe r g a l . , a m i n e r a l content 
of 673 ppm. , and an i r o n content of 0.1 p p m . 
P u m p a g e i s e s t i m a t e d a t 800,000 gpd. 
Peru - 3 
Sample-study log of Well No. 5 furnished by the State Geological Survey: 
TABLE 3 
4 - P e r u 
LABORATORY NO. 111,360 
LABORATORY NO. 110,978 
Illinois State Water Survey - Bulletin No. 40 
The city of Petersburg (2586) installed a 
public water supply in 1878. 
Water was obtained originally from ten 4-in. 
driven wells which were about 60 ft. deep. The 
well casings corroded and the wells were aban-
doned about 1896. 
The village supply has since been obtained 
from a well dug about 1896. and located near the 
west bank of the Sangamon River near the in ter -
section of East Third and Market St. (or approxi-
mately 2600 ft. S. and 100 ft. E. of the N. W. 
corner of Section 13, T. 18 N., R. 7 W.). The 
surface elevation is 500± ft. This well is 44 ft. 
deep, 25 ft. in diameter, and is lined with a 27-in. 
brick wall set on an iron shoe. The; well extends 
1 1/2 ft. above the ground surface and is cemented 
so that water enters from the bottom. It was r e -
ported that the well passed through eight feet of 
loam and was in sand and gravel for the r ema in -
ing depth. 
The original pumping equipment consisted of 
two Worthington tandem compound duplex steam 
pumps, rated at 1,000,000 gpd. each. 
In 1912 it was reported that the non-pumping 
water level varied with river stages and was 
about the same level as the r iver . The variation 
was reported to be as much as 25 ft. with the 
low level about 38 ft. below the ground surface., 
A low dam has been constructed on the r iver in 
an attempt to control water levels in the: well. 
The following; pumping equipment installed in 
1945 is in place: 30 ft. of: 6-in. column pipe; 
10-in., 6-stage American Well Works turbine 
pump, No. 70568, rated1 at 380 gpm. against 2.40; 
ft. of head and operating at 1750 rpm.; 30-hp. 
U. S. electric motor. The length of the suction 
PETERSBURG 
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pipe is not known but is reported to be near the 
bottom of the well. 
In 1945 it was reported that while pumping, 
the drawdown was 10 ft. 
Analysis of a sample (Lab. No. 113,599) col-
lected. Feb. 24, 1948, while pumping, showed the 
water to have a hardness of 24.9 gr. per gal., a 
residue of 582 ppm., and an iron content of 0.4 
ppm. 
The water is. softened and chlorinated. An-
alysis of a sample (Lab. No. 113,598) collected 
Feb . 24, 1948 showed the t reated water to have a 
hardness of 2.9 gr. per gal. , a mineral content 
of 626 ppm., and an i ron content of 0.1 ppm. 
The State Geological Survey made an e lec-
tr ical earth resistivity survey along the river 
bank at Petersburg in Mar. 193 7. The entire 
area was reported to be an a rea of high r e s i s -
tivity, and the. city well was, found to. be in a 
favorable location. 
Later in 1946, a new pump and assembly was 
installed for emergency use and located a few 
feet north of the first pump. The pumping equip-
ment is a duplication of the other and consists 
of 30 ft. of 6-in. column pipe; 10-in., 6-stage 
American Well Works turbine pump, No. 71980, 
rated at 380 gpm. against 240 ft. of head and op-
erating at 1750 rpm.; 30-hp., U. S. electric motor. 
The: length of the suction pipe is not known but 
is reported to, be near the bottoms of the well. 
The pumps are alternated in operation. 
Pumpage in Aug. 1947 averaged 201,000 gpd. 
and for Feb. 1-23, 1948 averaged 127,000 gpd. 
LABORATORY NO. 113,599 
2 - Petersburg 
LABORATORY NO. 113,598 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed in 1939 
by the village of Philo (510). 
Well No. 1 was drilled in 1939 to a depth of 
81 ft. by Woollen Bros. , Wapella and located about 
25 ft. north of Washington St. and 50 ft. east of 
Harrison St. (or approximately 1300 ft. S. and 
1000 ft. E. of the N. W. corner of Section 23, T. 
18 N., R. 9 E.) . The ground elevation at the well-
site is 730± ft. 
The well was cased with 76 ft. of 10-in. pipe 
and 5 ft. of Cook wire-wound screen having No. 
50 slot openings. A production test was made by 
the State Water Survey on Mar. 6, 1939. Static 
water level, before the t es t , was 33 ft. below the 
top of the casing. After 2-hr. pumping at 73 gpm. 
the drawdown was 31 ft. After an additional 5-hr. 
pumping at 49 gpm. the drawdown was 32 ft. 
Pumping was continued at 49 gpm. for an addi-
tional two hours but the drawdown could not be 
measured. It was estimated to be near, 37 ft. 
Thirty-six hours after pumping was stopped, the 
water level was 6 ft. below the level before the 
test started and after 61 hr . , the water level was 
one foot below the starting level. 
The original pump installation consisted of a 
4-stage bowl section, rated at 75 gpm., which in 
1943 was found to be cracked and was replaced 
by a new bowl section. It was also necessary to 
throttle the pumping rate to 70 psi. back p r e s -
sure to prevent breaking suction. In Mar. 1944, 
the bowl section was reduced from 4 to 2 stages 
and the back pressure maintained at 30 psi. to 
prevent breaking suction. 
Due to the long continued pumping at full 
capacity, instead of at a l esser ra te , sufficient 
to supply the demand, more and more of the 
screen became exposed to the atmosphere. In 
Apr. 1944, the maximum capacity of the well was 
reported to be 15 gpm. Because of lack of main-
tenance of water level records it was not pos-
sible to attribute the well failure to a clogged 
screen or to exhaustion of the aquifer. 
As of Apr. 1944, the pumping equipment con-
sisted of 70 ft. of 4-in. column pipe; 6-in., 2-
stage American Well Works turbine pump, ( r e -
duced from an original 4-stage and an original 
rating of 75 gpm.); 6 ft. of 4-in. suction pipe. 
Well No. 1 is maintained for emergency use. 
Analysis of a sample (Lab. No. 99701) col-
lected Apr. 5, 1944 after 15-min. pumping at 15 
gpm., showed this water to have a hardness of 
PHILO 
Champaign County 
Dec. 16, 1948 
18.5 gr. per gal., a mineral content of 379 ppm., 
and an iron content of 2.8 ppm. 
An electrical earth resistivity survey was 
made by the State Geological Survey in May 1944. 
As a result , about 10 test holes were drilled in 
and west of the village. 
Well No. 2 was drilled in May 1945 to a depth 
of 44 ft. by Hayes and Sims, Champaign, and lo-
cated 60 ft. north of the Wabash R. R., about 1/2 
mile west of town, (or approximately 2140 ft. S. 
and 2040 ft. W. of the N. E. corner of Section 22). 
The ground surface elevation at the well-site is 
710± ft. 
Correlated dr i l le r ' s log of well No. 2 furnished 
by the State Geological Survey: 
The well was cased with 8-in. pipe from 2 1/2 
ft. above to 3 7 ft. below the surface and with 8 ft. 
exposed length of Johnson Everdur screen, the 
lower 5 ft. of screen having No. 30 slot openings 
and the upper 3 ft. having No. 50 slot openings. 
A production test was made by the State Water 
Survey on May 31, 1945, using temporary pump-
ing equipment. Five days ear l ier , the static 
water level was reported to be 7 ft. 11 in. below 
the top of the casing. Just before the test was 
started, the water level was 9 1/2 ft. After 4-hr . 
pumping at 65 gpm. the drawdown was 20 1/2 ft. 
For the next 4 hr . the pumping rate was acceler -
ated to 79 1/2 gpm. with a final drawdown of 25 
1/4 ft. One hour after stopping the pump the 
water level was 17ft., or 7 1/2 ft. below the level 
observed just before the start of the test: On 
Dec. 16, 1948, after 10-min. pumping at 60 gpm., 
the water level was 15 ft. above the bottom of the 
air line. Ten minutes after stopping the pump, 
the water level was 22 ft. and 35 minutes later 
the water level was 23 1/2 ft. 
Well No. 2 is the normal source of the public 
supply. The pumping equipment, installed Feb. 
8, 1946, includes a 6-in. American Well Works 
2 - Philo 
turbine pump, No. 71596, rated at 50 gpm. against 
185 ft. of head; 5-hp. General Electric motor. 
Analysis of a sample (Lab. No. 116,746) col-
lected Dec. 16, 1948 after 15-min. pumping at 60 
gpm. showed this water to have a hardness of 
17.1 gr. per gal., a residue of 351 ppm., and an 
iron content of 1.9 ppm. 
An aerator and filter are in place but not yet 
connected to Well No. 2. 
Metered pumpage from July 9, 1947 to Dec. 
16, 1948 averaged 18,215 gpd. 
LABORATORY NO. 116,746 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
village of Piper City (663) in 1914. 
Water was obtained from 3 drift wells, each 
70 ft. in depth. One well was 8 in. in diameter 
and located just east of the pumping station. The 
well is abandoned. A 6-in. well was located 20 
ft. north of the 8-in. well, and is now filled in. 
The third well, 8 in. in diameter, was located 40 
ft. west of the 6-in. well. This well is filled in. 
The first well described was equipped with a 
screen 12 ft. in length and the last 2 were 8-ft. 
screens . In 1914 the static water level was at the 
ground surface (Elev. 678±) and in May 1922, the 
non-pumping water level was 9 ft. below the sur -
face. It was said that the water level might be 
higher, but for the long pumping periods required. 
Private wells, nearby, ceased flowing when the 
pumps in the village were operating. 
In Dec. 1942, two wells were drilled by John 
Bolliger and Sons, Fairbury. 
Well No. 1 was drilled to a depth of 39 ft. and 
located 6 ft. south of the old 8-in. well, just east 
of the pumping station, or approximately 1639 ft. 
S. and 1551 ft. W. of the N. E. corner of Section 
9, T. 26 N., R. 9 E. 
The well was cased with 30 ft. of 8-in. pipe 
and 9 ft. of 8-in. Johnson screen, having No. 50 
slot openings. When completed, the static water 
level was 3 ft. below ground level and the draw-
down was reported to be 18 ft. when pumping at 
60 gpm. 
Well No. 2 was drilled to a depth of 79 ft. and 
located 9 ft. east of the old 6-in. well (or approxi-
mately 1618 ft. S. and 1542 ft. W. of the N. E. 
corner of Section 4). 
Sample-study log of Well No. 2 furnished by the 
State Geological Survey: 
The well was cased with 73 ft. of 8-in. pipe 
and 6 ft. of 8-in. Johnson screen, having No. 20 
slot openings. When completed the static level 
was 16 in. below ground level and the drawdown 
PIPER CITY 
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was 10 ft. 8 in. when pumping at 40 gpm. 
Water was pumped by a Goulds triplex suction 
pump, Fig. 924, having 6-in. plungers and 8-in. 
stroke and set in a pit in the pump house with the 
bottom of the pump about 18 in. below floor or 
ground level. The pump is connected to each 
well with a 4-in. suction pipe, and is belt-connected 
to a General Electric motor. 
This pump has not been in service for over a 
year. 
In May 1944, Well No. 3 was drilled to a depth 
of 78 1/2 ft. by Hayes and Sims, Champaign, and 
located one block east of the pumping station, (or 
approximately 1615 ft. S. and 1165 ft. W. of 
the N. E. corner of Section 4). The well con-
struction was gravel-pack type with a 16-in. 
outer casing from 2 1/2 ft. above to 66 1/2 ft. 
below the ground surface and an 8-in. inner c a s -
ing extending from the 2 1/2 ft. above to 64 ft. 10 
1/4 in., below the surface. Below the 8-in. c a s -
ing was placed a 6 5/8-in. Johnson Everdur 
screen, having No. 60 slot openings. The annu-
lar space outside the screen and between the c a s -
ings was filled with approximately 5 1/2 cu. yd. 
of pea gravel. 
On May 29, 1944 a production test was made 
by the State Water Survey. The test pumping 
equipment, furnished by the contractor, con-
sisted of an air lift assembly with the bottom of 
a 4-in. eductor pipe set at 3 ft. above the bottom 
of the well. Before the test the static water level 
was 3.2 ft. below the top of the casing and after 
7-hr. pumping at a final rate of 83 gpm., the 
drawdown was 12.1 ft. Twenty minutes after 
stopping the pump, the water level returned to 
4 1/2 ft. below the top of the casing. On Oct. 
24, 1948, after 6-hr. pumping at 65 gpm. the 
water level was 5 ft. above the bottom of the air 
line of unknown length. 
Well No. 3 is the source of the entire public 
supply. The pump installation includes a 7-in. 
American Well Works turbine pump, No. 70272, 
having a rated capacity of 100 gpm. against 170 
ft. of head; an air line of unknown length; 7 1/2-
hp. U. S. electric motor. 
Analysis of a sample (Lab. No. 116,250) col-
lected Oct. 24, 1948 after 6-hr. pumping at 65 
gpm. showed this water to have a hardness of 
23.0 gr. per gal., a residue of 450 ppm., and an 
iron content of 1.3 ppm. 
F r o m July 21, to Oct. 24, 1948 the metered 
pumpage averaged 73,458 gpd. 
2 - P i p e r City 
LABORATORY NO. 116,250 
Illinois State Water Survey - Bulletin No. 40 
The water works were installed by the village 
of Plainfield (1485) in 1898. 
Water was obtained from a well 104 ft. deep 
located about 50 ft. south of Lockport St. and 85 
ft. west of Des Plaines St. (or approximately 90 
ft. S. and 900 ft. W. of the N. E. corner of Sec-
tion 16, T. 36 N., R. 9 E.). 
The well was cased with 9-in. pipe to rock at 
a depth of 20 ft. below which the 6-in. hole pene-
trated limestone. Water was pumped at a rate 
of 100 gpm. and furnished the entire public water 
supply until about 1915 when it was deepened to 
638 ft. The well was cased with 10-in. pipe to 
44 ft. and an 8-in. liner was placed between the 
depths of 135 and 273 ft. The water from the 
deepened well was very turbid, and it was seldom 
used. It was abandoned in 1918 and is capped. 
The second well was drilled to a depth of 1380 
ft. and was completed in 1915. It is located about 
150 ft. north of the older well. The elevation of 
the ground surface is 614± ft. It was cased from 
the surface to a depth of 60 ft. with 12-in. pipe, 
and a liner was placed between the depths of 150 
and 300 ft. where shale was encountered. The 
well was finished with an 8-in. diameter at the 
bottom. 
In 1917 a non-pumping water level of 55 ft. 
below the surface and a pumping rate of 175 gpm. 
were reported. On Mar. 30, 1927 it was reported 
that an 8-in. pipe could not be lowered in the 
well, so the 5 3/4-in. cylinder was attached to 
160 ft. of 6-in. drop pipe. The records for the 
period from Jan. 20, 1927 to Mar. 30, 1927 indi-
cate an average pumping time of 12 1/2 hr . daily 
at an estimated discharge of 80 gpm. 
This well served as the source of the public 
supply until 1929. The pump was removed in 
1938, and the well is now used by the State Water 
Survey for observation purposes. 
Two new wells were constructed by the Layne-
Western Co., Chicago in 1929. They are located 
nearly 3/4 of a mile north of Lockport St. on a 
strip of land about 50 ft. wide lying between State 
Highway Route 59 and the Elgin, Joliet, and 
Eastern R. R. 
The east well, known as No. 1, is located ap-
proximately 1250 ft. S. and 400 ft. W. of the N. 
E. corner of Section 9. The elevation at the su r -
face of the ground is 612± ft. It was drilled to a 
depth of 200 ft. and cased with 26-in. od. casing 
from the surface to a depth of 30.5 ft. and with 
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16-in. id. casing from the surface to a depth of 
41 ft. 7 in., below which the hole is 15 in. in 
diameter. The annular space outside of the inner 
casing was filled with concrete. 
A production test of 10 1/4-hr. duration was 
made on July 7, 1929. The distance to water b e -
fore the test was 11 ft. 9 in. below the surface. 
The results of the test are given in Table 1. 
TABLE 1 
112 gpm. with a drawdown of 28 ft. 9 in. 
150 gpm. with a drawdown of 40 ft. 9 in. 
180 gpm. with a drawdown of 55 ft. 9 in. 
200 gpm. with a drawdown of 61 ft. 3 in. 
The water levels in this well were also ob-
served on Aug. 3, 1929 during the production test 
conducted at the west well located about 400 ft. 
west. At the s tar t of the tes t , the distance to 
water below the ground level was 12 ft. 1 in.; and 
after 5-hr. pumping at a rate of 200 gpm., the 
water level in the east well had lowered to 42 ft. 
3 in. 
The following pump installation, made in Nov. 
1929, is still in service: 119 ft. of 6-in. column 
pipe; 10-in., 3-stage Layne turbine pump, No. 
5257, rated at a capacity of 140 gpm. against a 
total head of 125 ft.; the overall length of the 
pump is 2 ft. 9 in.; 139 ft. of air line; 20 ft. of 
6-in. suction pipe; 10-hp. Fairbanks-Morse 
electric motor. 
The pump base is approximately 4 ft. below 
the original ground surface. 
A final production test of 10-hr. duration was 
conducted on Nov'. 12, 1929. The pumps in the 
east and west wells discharge simultaneously to 
the concrete reservoir located at the site of the 
east well from which measurements were made. 
An average input of 320 gpm. was determined. 
The water level below the pump base at the east 
well, determined by air line and gauge, indicated 
a drawdown of 101 1/2 ft. below a water level of 
15 ft. before the test . 
Analysis of a sample (Lab. No. 107,951) col-
lected Oct. 14, 1946 from the end of the discharge 
pipe into the reservoir about 25 ft. from the 
pump after 15-min. pumping at a rate of 125 gpm., 
showed the water from the east well to have a 
total hardness of 21.2 gr. per gal. , a residue of 
455 ppm., and an iron content of 0.1 ppm. 
The west well, known as No. 2, is located 400 
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ft. west of the east well (or approximately 1250 
ft. S. and 800 ft. W. of the N. E. corner of Sec-
tion 9). The elevation at the ground surface is 
610± ft. 
Correlated dr i l l e r ' s log of Well No. 2 furnished 
by the State Geological Survey: 
The well was drilled to a depth of 201 ft. and 
cased with 26-in. od. pipe from the surface to a 
depth of 30.5 ft. and 16-in. od. pipe from the su r -
face to a depth of 47 ft. 8 in., below which the 
hole is 15 in. in diameter. The annular space 
outside of the inner casing was filled with con-
cre te . 
The well was completed on Aug. 1, 1929, and 
a preliminary production test was made on Aug. 
3, 1929. After pumping for 5 hr . at a uniform 
rate of 200 gpm., approximate equilibrium was 
obtained. The drawdown was 61 1/2 ft. below a 
water level of 10 ft. 3 in. below the ground level, 
or a specific capacity of about 3 1/4 gpm. per 
ft. of drawdown. The east well was idle during 
this test , but observations indicated a recession 
of 30 ft. 2 in. in its water level. 
The following pump installation, made in Nov". 
1929, is still in service: 119 ft. of 6-in. column 
pipe; 10-in., 3-stage Layne turbine pump, No. 
5258, rated at a capacity of 140 gpm. against a 
total head of 125 ft.; the overall length of the 
pump is 2 ft. 9 in.; 138 ft. of air line; 20 ft. of 
6-in. suction pipe; 10-hp. Fairbanks-Morse 
electric motor. The pump base is approximately 
original ground level. 
During the final 10-hr. production test , con-
ducted on Nov. 12, 1929 when the pumps in both 
east and west wells are operating simultaneously 
at an average combined rate of 320 gpm., the 
drawdown in the west well was 97 ft. below a 
water level of 17 ft. below the pump base before 
the test . 
Analysis of a sample (Lab. No. 107,952), col-
lected Oct. 14, 1946 from the end of the discharge 
pipe into the reservoir about 400 ft. east of the 
pump after 15-min. pumping at a rate of 125 gpm., 
showed the water in the west well to have a total 
hardness of 19.5 gr . per gal., a residue of 448 
ppm., and an iron content of 0.3 ppm. The qual-
ity was very similar to that obtained from the 
No. 1 (East) well. 
All water for the public supply has been ob-
tained from these 2 wells since they were placed 
in service. Water is pumped from both wells 
simultaneously, and the combined meter pump-
age averaged 79,360 gpd. during Sept. 1946. 
Water pumped to the distribution system has 
been chlorinated since 1942. 
LABORATORY NO. 107,951 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was originally installed 
under private ownership by Mr. Stewart in 1891 
and later given to the city of Piano (1938). 
The source of supply was a shallow dug well 
located at the Stewart mill about 65 ft. east from 
the Rock Creek diversion channel in the eastern 
end of the city. It was dug 12 ft. in diameter to 
a depth of 14 ft.; deepened in 1916 to 18 1/2 ft. 
in 1947 to about 20 1/2 ft. below the curbing which 
is about 2 ft. above ground level. 
The well was walled with boulders as exca-
vation proceeded and later lined with concrete. 
Water, obtained from a gravel-formation, entered-
the bottom of the well and had a standing level of 
8 ft. below the well curb in Sept. 1917. With long 
continued pumping a drawdown of-4 ft. was r e -
ported at that time. No change in water levels 
were reported on May 5, 1928. When operating 
with 2 centrifugal pumps a combined production 
of 240 gpm. was obtained. The average pumpage 
was 300,000 gpd. On July 22, 1946 the non-
pumping water level was 8 ft. below the well curb 
and the pumping level 15 ft. 8 in. when pumping 
continuously at a rate of about 320 gpm. The 
pumping water level on Oct. 8, 1947 measured 
15 ft. below the top of the concrete well cap. The 
water level r i s e s to 8 ft. below the top during the 
4-hr . idle period on Sundays. 
This well has to date been the source of the 
entire public water supply. Water is pumped by 
a Worthington centrifugal pump belted to a shaft 
which is driven by a 40-hp. General Electric 
motor, or water power. The pump is operated 
24 hr . daily during the week and 20 hr . on Sunday 
at a rate of about 320 gpm. At the present time 
there is also a smaller centrifugal pump in place 
having 4-in. suction pipe. (Estimated to have a 
capacity of 150 gpm. when operated.) When both 
centrifugal pumps were operated simultaneously 
during peak summer demands, the water level 
drew down to the bottom of the well. 
It is planned to replace the Worthington cen-
trifugal pump with the following pump installation, 
on hand Oct. 8, 1947, but not completely installed: 
- 13 ft. of 6-in. column pipe; 8-in., 10-stage 
Aurora Pump Co. turbine pump, No. 32460, hav-
ing a rated capacity of 350 gpm. against 220 ft. 
of head; the overall length of the pump is 5 ft. 8 
3/4 in.; 25-hp. U. S. electric motor. A 24-in. by 
18-in. length gi. tub is placed at the bottom of 
the bowls. 
Analysis of a sample (Lab. No. 112,159) col-
lected Oct. 8, 1947 from a tap on the discharge 
pipe 40 ft. from the pump showed this water to 
have a hardness of 19.7 gr. per gal., a residue 
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of 384 ppm., and a t race of iron content. 
Well No. 2 was constructed in 1946 by the 
Layne Western Co., Chicago, and located approxi-
mately 1500 ft. N. and 500 ft. E. of the S. W. 
corner of Section 23, T. 37 N., R. 6 E. 
The well is of the gravel packed type and was 
constructed to a depth of 40 ft. below the ground 
surface, penetrating sand and gravel. 
The d r i l l e r ' s record of casing and screen is 
given in Table 1. 
TABLE 1 
20 ft. of 42-in. od. temporary casing. 
30 ft. of 38-in. id. outer casing. 
30 ft. of 26-in. od. inner casing. 
5 ft. of 26-in. od. Layne Type D No. 6 
slot stainless steel shutter screen. 
5 ft. of 26-in. id. x 38 in. od. concrete 
screen same as above. 
Additional 26-in. and 38-in. pipe sections 
were later added establishing the pump base 8 ft. 
above the normal ground surface. 
Approximately 12 cu. yd. of selected washed 
gravel (1/4 in. to 3/8 in. size) was used to gravel 
pack the screen and fill the annular space be -
tween the 26-in. and 38-in. casings. 
A production test was made by the State Water 
Survey on July 22, 1946. After 7-hr. pumping at 
a uniform rate of 325 gpm. apparent equilibrium 
was attained with a drawdown of 14 3/4 ft. from 
a non-pumping level of 5 ft. 3 in. below the top 
of the temporary casing. After pumping was con-
tinued at an increased rate of 50 gpm. for an ad-
ditional hr . the total drawdown was 17 ft. 
Analysis of a sample (Lab. No. 107,198) col-
lected during the tes t period on July 22, 1946 after 
6-hr. pumping at 325 gpm. showed this water to 
have a hardness of 21.1 gr . per gal., a residue of 
386 ppm., and an iron content of 0.2 ppm. 
The following pump installation was com-
pleted Oct. 1, 1947 but is not yet in service: 30 
ft. of 6-in. column pipe; 8-in., 2-stage Aurora 
Pump Co. turbine pump No. 30384, having a rated 
capacity of 300 gpm. against 65 ft. of head; 10 ft. 
of 6-in. tapered strainer; 30 ft. of 1/4-in. gi. pipe 
air line; 10-hp. U. S. electric motor. 
Pumpage for the public supply averages 
450,000 gpd. About a dozen large industries are 
consumers of the city water, 2 of which each 
average 75,000 gpd. 
2 - P i ano 
LABORATORY NO. 112,159 
Illinois State Water Survey - Bulletin No. 40 
The village of Pleasant Hill (706) installed a 
public water supply in 1936. 
Water is obtained from a well drilled in 1936 
to a depth of 57 ft. by E. W. Franke, Batchtown, 
and located about 1/4 mile south of the Chicago 
and Alton Railroad station (or approximately 
2000 ft. N. and 500 ft. W. of the S.E. corner of 
Section 20, T. 7 S., R. 4 W.). The ground sur -
face elevation at the well site is 450± ft. 
The formation ranged from fine to coarse 
sand from the surface to the bottom of the well. 
The well is cased with 8-in. pipe from 3 ft. above 
to 47 ft. below the surface, and a 10-ft. length of 
Cook screen having No. 20 slot openings, is in-
stalled below the casing. 
A production test was made by the State Water 
Survey on Apr. 14, 1936. After pumping for 6 hr . 
at a rate of 170-178 gpm., the drawdown was 5.1 
ft. from a non-pumping water level of 11.6 ft. 
below the ground surface. Another production 
test was made by the State Water Survey on June 
16-17, 1936. After 24-hr. pumping at 173 gpm. 
the drawdown was 5.2 ft. from a non-pumping 
water level of 13 ft. below the ground surface. 
The pumping equipment consists of: 40 ft. of 
4-in. column pipe; 8-in., 3-stage American Well 
Works turbine pump, No. 59645, having 2 ft. 5 
3/4-in. overall length, and rated at 100 gpm. 
against 60 ft. of head operating at 1750 rpm.; 10 
ft. of 5-in. suction pipe, with strainer; 3-hp. U. 
S. electric motor, No. 142105. There is no air 
line installed. The pump base is 2 ft. above the 
floor of the pumping station, which is 1 ft. above 
ground level. A new pump has been ordered and 
an air line will be installed. 
Analysis of a sample (Lab. No. 114,725) col-
lected May 13, 1948 after 1 1/2-hr. pumping 
showed the water to have a hardness of 16.0 gr . 
per gal., a residue of 322 ppm., and an iron con-
tent of 0.9 ppm. 
The water is aerated and filtered for iron r e -
moval. Analysis of a sample (Lab. No. 114,724) 
collected May 13, 1948 showed the treated water 
to have a hardness of 14.6 gr. per gal., a mineral 
content of 291 ppm. and an iron content of 0.12 
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ppm. 
Pumpage is estimated to average 35,000 gpd. 
PANHANDLE EASTERN PIPELINE CO. 
The Pleasant Hill Pumping Station of the 
Panhandle Eastern Pipe Line Co. is located 3 
mile northwest of Pleasant Hill on State Highway 
No. 96, (or approximately 1500 ft. S. and 100 ft. 
E. of the N.W. corner of Section 7, T. 7 S., R. 4 
W.). The ground surface elevation at the well 
site is 460± ft. Four drift wells have been drilled 
between 1936 and 1944 by Layne-Western Co., 
Kansas City. The wells are spaced rectangularly 
and a re from 225 to 260 ft. apar t . 
Correlated d r i l l e r ' s log of Well No. 1 furnished 
by the State Geological Survey: 
The data in Table 1 have been made available 
by the d r i l l e r s . 
It is assumed that the dates are those of p ro -
duction tests made at time of completion of the 
well. It is not known if other pumps were or 
were not operating at the t ime. 
Analysis of a sample (Lab. No. 114,819) col-
lected May 24, 1948 after 15-min. pumping showed 
the water from Well No. 3 to have a hardness of 
22.5 gr. per gal., a residue of 484 ppm. and an 
iron content of 0.3 ppm. 
The water is softened. Analysis of a sample 
(Lab. No. 114,820) collected May 24, 1948 showed 
the treated water to have a hardness of 0.4 gr. 
per gal., a mineral content of 511 ppm. and a 
trace of iron. 
In May 1948, the pumps were operated in 
pairs and alternated from day to day. 
Pumpage is estimated to average 140,000 gpd. 
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LABORATORY NO. 114,819 
Illinois State Water Survey - Bulletin No. 40 
The city of Polo (2071) installed a public 
water supply in 1891. 
Water is obtained from two deep wells lo -
cated 50 ft. north of the Chicago, Burlington & 
Quincy R. R. t racks and 50 ft. east of Division 
St., Highway No. 26, (or approximately 1975 ft. 
N. and 2750 ft. E. of the S. W. corner of Section 
9, T. 23 N., R. 8 E.). The surface elevation is 
830± ft. 
Well No. 1, called the West Well, was drilled 
to a depth of 2100 ft. in 1891 by the J. P. Miller 
Artesian Well Co., Brookfield. 
The hole and casing record is shown in Table 
1. 
TABLE 1 
Hole Record 
10-in. from 42 ft. 9 in. to 200 ft. 
6 1/4-in. from 200 to 605 ft. 
5 1/4-in. from 605 to 2100 ft. 
Casing Record 
10-in. from surface to 42 ft. 9 in. 
When the well was completed, the water level 
was about 70 ft. below the top of the well. Mr. 
Fred , Water Superintendent, reports that when 
drilling reached a depth of 1620 ft., the water 
level was 2 ft. below the top of the well. 
In 1913, the non-pumping water level was 114 
ft. In 1931, this well was repaired by P. E. 
Millis & Co., Byron and equipped with an air 
lift pump with 475 ft. of drop pipe. It was r e -
ported that when pumping at 150 gpm., the draw-
down was 165 ft. below a non-pumping level of 
126 ft. In 1938, the air lift which had formerly 
been in Well No. 2 was installed in Well No. 1 and 
is now equipped with 500 ft. of 1-in. air pipe. 
Analysis of a sample (Lab. No. 112,657) col-
lected Nov. 21, 1947 after 1-hr. pumping at 150 
gpm., showed the water from Well No. 1 to have 
a hardness of 19.7 gr. per gal., a residue of 337 
ppm., and an iron content of 0.2 ppm. 
This well is used 4 to 6 hr . daily at 150 gpm. 
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If Well No. 2 is not in operation, it is necessary 
to conserve use of water and to operate the pump 
24 hr . per day. 
Well No. 2, the East Well, was drilled to a 
depth of 1200 ft. in 1901 and located about 50 ft. 
east of Well No. 1. The top 200 ft. is cased with 
15-in. pipe, and the remainder of the hole is 8 in. 
in diameter. 
In 1913, the water level was 114 ft. below the 
top of the well. In 1931, the well was repaired 
by P. E. Millis & Co. and " s h o t " with dynamite 
at the following levels: 1030 ft.; 930 ft.; 780 ft.; 
550 ft.; 440 ft. The well was then cleaned out to 
a depth of 1165 ft. After the repa i r s , the well 
was reported to produce 260 gpm. 
In 1938, the well was equipped as follows: 
220 ft. of 6-in. od. column pipe; 7 5/8-in., 9-
stage American Well Works turbine pump, No. 
70054, rated at 250 gpm. against 260 ft. of head; 
the overall length of the pump is 5 ft. 5 5/16 in.; 
220 ft. of 1/4-in. air line; 20 ft. of 5-in. suction 
pipe; 25-hp. U. S. electric motor, No. 97369, 
operating at 1800 rpm. 
On Nov. 21, 1947, the non-pumping water 
level was 110 ft. below the pump base and after 
pumping 10 min. at 250 gpm., the drawdown was 
30 ft. The pump in Well No. 1 had been operat-
ing for 2 hr . 
Analysis of a sample (Lab. No. 112,654) col-
lected Nov. 21, 1947 after 10-min. pumping at 250 
gpm., showed the water in Well No. 2 to have a 
hardness of 17.7 gr. per gal., a residue of 309 
ppm., and an iron content of 0.3 ppm. 
Pumpage is estimated to average 220,000 gpd. 
Industrial pumpage in the a rea is estimated to 
average 12,000 gpd. 
OnMar .25 , 1948, a new well was being drilled 
by J. P. Miller Co. and located 100 ft. east of Well 
No. 2. The drilling had reached 842 ft. and the 
static water level on that date was 124 to 131 ft. 
below the derrick floor. The lower level was 
doubtless caused by pumping in Well No. 2. The 
well was cased with 53 1/2 ft. of 20-in. od. sur-
face pipe and with 14-in. od. pipe from the su r -
face to 412 ft. 
2 - Polo 
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LABORATORY NO. 112,654 
Illinois State Water Survey - Bulletin No. 40 
The village of Poplar Grove (353) installed a 
public water supply in 1915. 
Water was first obtained from a well drilled 
to a depth of 130 ft. by Andrew Warren, Poplar 
Grove. This well was located in back of the vi l -
lage hall about 65 ft. south of the center line of 
the Chicago & North Western R. R. track and 40 
ft. east of Main St. (or approximately 1800 ft. S. 
and 65 ft. E. of the N. W. corner of Section 19, 
T. 45 N., R. 4 E.). The elevation of the ground 
surface is 892± ft. 
The well was drilled into sand and gravel be -
low the bottom of an old dug well and cased with 
6-in. pipe. The dug well was then filled to the 
floor of the pumping station which was about 11 
ft. below the ground surface. On account of sand 
entering the well, a 4-in. diameter screen about 
6 ft. in length was driven 4 1/2 ft. below the c a s -
ing and sealed to the casing. 
In 1919 the distance to water level was r e -
ported to be 4 ft. below the floor of the pumping 
station. Water was pumped with a plunger pump 
having a cylinder setting of 60 ft. and a displace-
ment of 22 gpm. The well was the source of the 
public water supply until about 1940 when it 
pumped sand. The pumping equipment has been 
removed, and a hardwood plug has been driven 
into the top of the casing. 
In June 1940 a new well was drilled to a 
depth of 184 ft. by C. D. Ackly, Walworth, Wis. 
It is located about 10 ft. north and 5 ft. west of 
the old well. The elevation at the pump base is 
895± ft., which is nearly 3 ft. above the ground 
surface. The well terminated in sand and gravel 
and is cased with 8-in. pipe to a depth of 165 ft. 
below which is installed 19 ft. of slotted screen 
exposed to water-bearing sand and gravel. 
The following pump installation made in Aug. 
1940 is in service: 50 ft. of 5-in. od. column 
pipe; 7-in., 10-stage Fairbanks-Morse turbine 
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pump rated at 150 gpm. against 190 ft. of head; 
50 ft. of air line; 10 ft. of 5-in. od. suction pipe; 
10-hp. Fairbanks-Morse electric motor. 
A production test was made with this equip-
ment on Aug. 29, 1940. The water level before 
the test was 12 ft. below the pump base. After 
pumping at a rate of 150 gpm. against a head of 
190 ft., the drawdown was 16 ft.; and after 4 hr . 
of additional pumping to free discharge at a rate 
of 200 gpm., the drawdown was 28 ft. 
Analysis of a sample (Lab. No. 108,433) col-
lected Nov. 20, 1946 after 5-min. pumping at 150 
gpm., showed the water in this well to have a 
total hardness of 20 gr . per gal., a residue of 
360 ppm., and an iron content of 0.5 ppm. 
The estimated average pumpage is about 
15,000 gpd. 
A well was drilled in 1945 by I. B. Null, 
Winnebago, for the Northern Illinois Processing 
Co. at Poplar Grove, and located 1600 ft. S. and 
330 ft. E. of the N. W. corner of Section 11, T. 
45 N., R. 4 E. The ground surface elevation is 
892 ft. 
Correlated d r i l l e r ' s log of well drilled in 1945 
furnished by the State Geological Survey: 
LABORATORY NO. 108,433 
I l l ino is Sta te Water Survey - Bul le t in No. 40 
The publ ic w a t e r supply for the v i l lage of P o r t 
Byron (861) w a s ins t a l l ed in 1934. 
Water is ob ta ined f r o m a wel l loca ted a few 
feet no r th of the ci ty ha l l b e t w e e n Main St. and 
the M i s s i s s i p p i R ive r (or a p p r o x i m a t e l y 2266 ft. 
S. and 3070 ft. W. of the N . E . c o r n e r of Sect ion 
25 , T . 19 N . , R. 1 E . ) . 
The wel l was comple ted in June 1943 to a 
depth of 1597 ft. by C h a s . D . Nolan , C e d a r R a p i d s , 
Iowa. The e leva t ion of the pump b a s e is 584.0 ft. 
The hole and cas ing r e c o r d i s shown in Tab le 
1. 
TABLE 1 
Hole R e c o r d 
12- in . f r o m sur face to 300 ft. 
8- in . f r o m 300 to 558 ft . 
6 - in . f rom 558 to 1077 ft. 
4 1/2-in. f rom 1077 to 1579 ft. 
Cas ing and L i n e r R e c o r d 
8- in . cas ing f rom su r f ace to 300 ft. 
6- in . cas ing f r o m 290 to 558 ft. 
4 1/2-in. l iner f r o m 975 to 1077 ft. 
P O R T BYRON 
Rock I s l a n d County 
Oct . 15, 1947 
The annular space ou ts ide the 8- in . and 6- in . 
c a s i n g s was filled with c e m e n t . In June 1943, 
the d r i l l e r r e p o r t e d the non-pumping w a t e r l eve l 
w a s 23.7. ft. be low the pump b a s e ; and , af ter 
pumping 150 h r . a t 350 gpm. , the d rawdown was 
36.3 ft. The pump was pu l led and r e p a i r e d in 
Sep t . 1947 by C h a s . D. Nolan . The d r i v e shaft 
coupl ings w e r e ea t en away by c o r r o s i o n o r e l e c -
t r o l y s i s . The co lumn pipe w a s sho r t ened when 
r e p l a c e d . On Sept . 29, 1947 the non-pumping 
w a t e r l e v e l w a s 43 ft. be low p u m p b a s e , and on 
Oct . 15, 1947 was 60 ft. and , af ter pumping 25 
m i n . a t 250 g p m . , the drawdown w a s 25 ft. 
The pumping in s t a l l a t i on c o n s i s t s of 120 ft. 
of 5 - in . co lumn p ipe ; 8 - in . , 12 - s t age A m e r i c a n 
Well Works t u rb ine p u m p , No. 68345, r a t e d a t 
175 g p m . a g a i n s t 370 ft. of head at 1760 r p m . ; 
120 ft. of a i r l ine ; 10 ft. of suc t ion p ipe ; 2 5 - h p . 
e l e c t r i c m o t o r . 
Ana lys i s of a s a m p l e (Lab . No. 112,242), c o l -
lec ted Oct . 9 , 1947 af ter 7 5 - m i n . pumping at 236 
g p m . , showed t h i s w a t e r to have a h a r d n e s s of 
36.2 g r . pe r g a l . , a r e s i d u e of 2410 p p m . , and an 
i r o n content of 1.0 p p m . 
The w a t e r i s not t r e a t e d . P u m p a g e in Oct . 
1947 a v e r a g e d 35,000 gpd. 
S a m p l e - s t u d y log of we l l comple ted in June 1943 furn ished by the State Geolog ica l Su rvey : 
Illinois State Water Survey - Bulletin No. 40 
The village of Prai r ie duRocher (576) installed 
a public water supply in 1940. 
Water is obtained from a well drilled in 1940 
and located about 70 ft. north east of the Mis-
souri Pacific R. R. right-of-way and 430 ft. 
northwest of the center of Henry St., now Highway 
Route No. 155. The well is on Lot 15, Block 6 of 
Bessen 's Addition to Prai r ie du Rocher, Survey 
No. 32, Claim No. 972, in T. 5 S., R. 9 W. 
This well was drilled into fine muddy sand at 
a depth of 86 ft. below a surface elevation of 
376± ft. Clean, coarse sand was encountered 
between the depths of 60 and 70 ft. 
The well was cased with 6-in. pipe to a depth 
of 61 1/2 ft. and a Cook screen with No. 40 slot 
openings was installed with the bottom of the 
screen set at 71 1/2 ft. 
For test purposes the well was equipped with 
a 6-in., 6-stage, Fairbanks-Morse turbine pump, 
with the bottom of the suction pipe 44 ft. below 
the top of the casing, which extended about 3 1/2 
ft. above the ground surface. A production test 
PRAIRIE DU ROCHER 
Randolph County 
March 13, 1948 
was made by the State Water Survey May 8-9, 
1940. When pumping at the rate of 80 gpm., the 
drawdown was 2.1 ft. from a non-pumping water 
level of 29 ft. below the top of the casing. Pump-
ing in the west well of the Missouri Pacific Rai l-
road, 300 ft. southwest of the city well, caused 
an additional drawdown of less than 1 ft. The 
well is equipped with an A.D. Cook turbine pump 
No. 4269, and a 3-hp. U. S. electric motor. 
Analysis of a sample (Lab. No. 113,826) col-
lected after 15-minute pumping at 80 gpm. on 
Mar. 13, 1948, showed the water to have a hard-
ness of 25.3 gr. per gal., a residue of 497 ppm., 
and an iron content of 21.5 ppm. 
The water is aerated, softened and filtered. 
Analysis of a sample (Lab. No. 114,109) col-
lected Mar. 13, 1948, showed the treated water 
to have a hardness of 3.8 gr. per gal., a total 
mineral content of 462 ppm. and an iron content 
of 0.1 ppm. 
Metered pumpage from Jan. 3 to Mar. 13, 
1948 averaged 18,000 gpd. 
LABORATORY NO. 113,826 
LABORATORY NO. 114,109 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
city of Princeton (5224) in 1886. 
Water was obtained from a deep-rock well 
located at the pumping station in the northeast 
corner of Main St. and Central Ave. (or approxi-
mately 1100 ft. S. and 1650 ft. E. of the N. W. 
corner of Section 16, T. 16 N., R. 9 E.). 
The original dimensions of this well are not 
known. In 1914, the well was reported to be 2550 
ft. deep and cased with 6-in. and 4-in. pipe. The 
elevation of the top of the well was 700± ft. Water 
levels were reported as follows: 
The well was abandoned about 1918, and air 
lift pumping equipment was removed. The well 
was covered sometime later . 
Analysis of a sample (Lab. No. 22860) col-
lected Jan. 8, 1912, showed the water from this 
well to have a hardness of 21.1 gr. per gal., a 
total mineral content of 428 ppm., and a t race 
of iron. 
Well No. 2 was drilled about 1888 by the J. P. 
Miller Artesian Well Co., Brookfield, to a depth 
of 2092 ft. and cased with 6-in. pipe to a depth of 
200 ft. below which was 4-in. pipe. It was about 
50 ft. distant from Well No. 1. Both wells were 
equipped with air lifts, and in 1914 both wells 
were producing about 300 gpm. In Leveret t ' s 
"Il l inois Glacial Lobe ," published in 1899, it was 
stated that Well No. 2 produced about 320 gpm. 
A temperature of 64° F. has been recorded. 
The well was abandoned about 1918. 
Well No. 3, known as the East Well, was drilled 
in 1914 about 20 ft. distant from Well No. 1. It 
was originally 245 ft. deep and cased with 19 1/4-
in. id. pipe to a depth of 225 ft. A No. 3 Johnson 
strainer , 20 ft. in length and 16 in. in diameter 
was set below the casing. 
In Nov. 1940 this well was deepened by Layne-
Western Co., Chicago, to a depth of 260 ft. and 
was cased with 20-in.od. and 12 1/2-in. id. pipe, 
each from the surface to a depth of 230 ft. A 
35-ft. section of 12 1/2-in. od. Johnson screen, 
PRINCETON 
Bureau County 
Aug. 18, 1947 
No. 20 slot openings, was placed from a depth of 
225 ft. to the bottom of the well. The annular 
space between the 20-in. casing and the 12 1/2-in. 
casing was filled with cement grout. 
The pumping assembly consists of 200 ft. of 
8-in. column pipe; 3-stage Layne -Western turbine 
pump, rated at 800 gpm. against a head of 195 ft.; 
the overall length of the pump is 3 ft. 11 in.; 20 
ft. of 8-in. suction pipe; the bottom of the suction 
pipe is 223 ft. 11 in. below the top of the well; 
204 ft. 11 in. of air line; 60-hp., 1750 rpm. U. S. 
electric motor . 
Water levels have been reported as given in 
Table 1. 
TABLE 1 
* Turbine had been lowered 16 ft. 
** Well had been deepened and recased. 
Analysis of a sample (Lab. No. 82692) col-
lected Jan. 3, 1938, showed the water from this 
well to have a hardness of 6.8 gr. per gal., a 
residue of 202 ppm., and an iron content of 1.1 
ppm. 
Well No. 4, known as the West Well, and lo-
cated about 50 ft. from No. 3, was drilled in 1920 
by the Kelly Well Co., Grand Island, Neb. It is 
267 ft. deep and cased with 18-in. id. concrete 
pipe to a depth of 240 ft. below which is a 12-in., 
No. 30 Johnson screen, with No. 30 slot openings 
and 30 ft. in length; with a 10-in. perforated pipe 
base . In 1931, because it was supposed that fine 
sand was being pumped over the top of the 12-in. 
steel screen, a 12-in. steel casing was set with-
in the concrete casing from the ground surface 
to the top of the screen. A. J. Pierson, Manlius, 
made the repa i r s . Mr. J. E. Everson, Water 
Works Superintendent, stated that it was believed 
that a 10-in. casing was installed within the 12-
in. casing. After completion of the repa i rs , the 
production was 770 gpm. 
The well is equipped with 168 ft. of column 
pipe; 13-stage Cook pump, rated at 700 gpm. at 
1800 rpm.; 20 ft. of suction pipe; 60-hp. electric 
motor. 
2 - P r i n c e t o n 
In Aug. 1922 the pumping r a t e was 500 gpm. 
On July 30, 1923, af ter the pump had b e e n idle 
1 h r . 35 m i n . following a 1 2 - h r . 2 0 - m i n . pe r iod 
of pumping, the w a t e r l eve l was 162 1/2 ft. below 
the pump b a s e . 
On Aug. 8, 1928, the wa te r level was 159 ft.; 
and when pumping at 690 gpm. the drawdown was 
22 ft. 
In Aug. 1947, cons ide rab l e pump t roub le was 
being caused by a c rooked b o r e . 
A n a l y s i s of a s ample (Lab . No. 82693) c o l -
lec ted Jan . 3 , 1938, showed the w a t e r in th i s wel l 
to have a h a r d n e s s of 14.5 g r . pe r g a l . , a r e s i d u e 
of 316 p p m . , and an i r o n content of 9.8 ppm. 
Methane gas i s known to be p r e s e n t in the w a t e r 
f rom the g l ac i a l d e p o s i t s . A s a m p l e of wa te r 
co l l ec t ed Jan . 3 , 1938 f r o m t h i s we l l w a s found 
to conta in 3.4 cu . ft. me thane p e r 1000 ga l . 
Well No. 5 was d r i l l ed in 1940 by L a y n e -
W e s t e r n C o . , to a depth of 270 ft. and located at 
the pumping s t a t ion . 
The wel l is c a s e d with 233 ft. of 12 1/2-in. 
pipe with t h e top 1 1/2 ft. above ground l eve l and 
below the ca s ing , is 38 ft. 7 in . of 10 5 / 8 - i n . 
Cook w i r e - w r a p p e d s c r e e n , with No. 20 s lo t 
open ings . 
The pump a s s e m b l y c o n s i s t s of 220 ft. of 7-
in . co lumn p ipe ; A. D. Cook tu rb ine pump, No. 
4544, having an o v e r a l l length of 10 1/2 ft.; 232 
ft. 2 in . of a i r l ine ; 14 ft. 1 1/2-in. od. suc t ion 
pipe; 50 -hp . 1170 r p m . Wes t inghouse e l e c t r i c 
m o t o r , No. 2347802. 
On Sept . 18, 1940, the w a t e r l eve l was 160 ft. 
below the ground s u r f a c e , and the d r i l l e r r e -
po r t ed t h a t , af ter pumping 9 h r . a t 610 g p m . , the 
drawdown was 45.8 ft. 
Ana lys i s of a s amp le (Lab . No. 111,592) c o l -
lec ted Aug. 18, 1947, after pumping 5 h r . , showed 
the w a t e r f r o m Well No. 5 to have a h a r d n e s s of 
13.6 g r . pe r ga l . , a r e s i d u e of 323 p p m . , and an 
i r o n content of 2.8 ppm. 
The w a t e r i s t r e a t e d for i r o n r e m o v a l and 
softened. 
Ana lys i s of a s ample (Lab . No. 111,591) c o l -
lec ted Aug. 18, 1947 showed the t r e a t e d w a t e r to 
have a h a r d n e s s of 554 g r . pe r g a l . , a to t a l m i n -
e r a l content of 182 p p m . , and an i r o n content of 
0.22 p p m . The methane content was found on 
J an . 3 , 1938 to be 1.0 cu. ft. p e r 1000 ga l . 
P u m p a g e i s e s t i m a t e d t o a v e r a g e 800,000 
gpd. , with m a x i m u m pumpage of 1 m g d . 
S a m p l e - s t u d y log of Wel l No. 5 furn ished by the 
State Geolog ica l Survey: 
LABORATORY NO. 111,592 
P r i n c e t o n - 3 
LABORATORY NO. 111,591 
I l l ino is Sta te Water Survey - Bul le t in No. 40 
The w a t e r supply for the v i l lage of P r i n c e v i l l e 
(996) is obtained f r o m 2 w e l l s . 
Well No . 1 was d r i l l ed in 1914 by Sewell Well 
C o . , St. L o u i s , Mo. , to a depth of 1600 ft. and 
loca ted on Walnut St . , 1/2 block n o r t h of Main 
St. (or app rox ima te ly 434 ft. N. and 260 ft. W. of 
the S.E. c o r n e r of Sect ion 13, T. 11 N . , R. 6 E . ) . 
The hole and cas ing d i a m e t e r r e c o r d i s shown in 
Table 1. 
T A B L E 1 
Hole R e c o r d 
5- in . hole f r o m 1450 to 1600 ft. 
Casing R e c o r d 
10- in . cas ing f r o m sur face to 370 ft. 
6- in . cas ing f r o m 370 to 841 ft. 
5 3 / 8 - i n . cas ing f r o m 841 to 1380 ft. 
5 - in . cas ing f rom 1380 to 1450 ft. 
The wel l is equipped with 260 ft. of 6- in. c o l -
u m n pipe; 8 - s t age F a i r b a n k s - M o r s e d e e p - w e l l 
tu rb ine pump having an o v e r a l l length of 5 1/2 
ft.; 20 ft. of suct ion p ipe; 2 5 - h p . e l e c t r i c m o t o r . 
In Sept. 1921 the non-pumping w a t e r l eve l was 
r e p o r t e d to be 144 ft. below the ground s u r f a c e , 
and the drawdown was 70 ft. when pumping at 165 
gpm. In 1938 the pump and co lumn pipe dropped 
in the we l l , and in 1943 they w e r e r e t r i e v e d , r e -
p a i r e d , and p laced into s e r v i c e . 
In Oct . 1943, a sho r t p roduc t ion t e s t was 
m a d e . The non-pumping w a t e r l eve l was 196 ft. 
below the su r f ace , and the drawdown was 31 ft. 
a f te r pumping 2 h r . at 133 g p m . 
In A p r . 1944 while the pump a s s e m b l y in Well 
No. 2 was being r e p a i r e d , the No. 1 we l l was not 
producing sufficient w a t e r to supply both the v i l -
lage and canning fac to ry . 
The w a t e r had a h a r d n e s s of 20.4 g r . pe r ga l . , 
a m i n e r a l content of 1628 ppm. , and an i r o n c o n -
tent of 0.7 ppm. , as shown in the ana lys i s of a 
s amp le (No. 98102), co l l ec ted Oct . 14, 1943. A 
t e m p e r a t u r e o f 72° F . w a s r e c o r d e d . 
Well No. 2 was d r i l l e d in 1938 to a depth of 
1342 ft. by Thorpe Well C o . , D e s Moines , Iowa, 
and located 14 ft. south of Well No. 1, in the 
pumping s ta t ion , on Walnut St . 
P R I N C E V I L L E 
P e o r i a County 
J an . 27, 1947 
S a m p l e - s t u d y log of Well No. 2 furn ished by the 
State Geologica l Survey : 
The wel l i s c a s e d f r o m the su r face to a depth 
of 411 1/2 ft. with 12- in . p ipe , and f r o m 385 ft. 1 
in . to 1091 1/2 ft. with 10- in . p ipe . T h e r e is a 
lead s e a l a t the top of the 10- in . c a s i n g . 
A product ion t e s t was made under the s u p e r -
v i s ion of the State Water Survey on Sept . 9, 
1938. The non-pumping w a t e r l eve l was 194 1/2 
ft. below the top of the ca s ing , and the d rawdown 
was 95 ft. a f ter 3 - h r . pumping at 320 g p m . 
In F e b . 1944 i t was n e c e s s a r y to r e p a i r the 
p u m p and s o m e s e c t i o n s of the c o l u m n pipe a f te r 
an acc iden t which o c c u r r e d while pul l ing the 
p u m p for c l ean ing . The w a t e r l eve l was r e p o r t e d 
to be 198.8 ft. be low the top of the ca s ing . The 
depth w a s m e a s u r e d b y J . P . Mi l l e r C o . , B r o o k -
field, and found to be 1359.8 ft. In May 1944, 
af ter the r e p a i r s had been c o m p l e t e d and the 
pump r e i n s t a l l e d , w a t e r w a s pumped for 93 h r . 
and then pumping was s topped. F i f t een m i n u t e s 
l a t e r the wa te r l eve l was 201 ft. Pumping w a s 
r e s u m e d and af ter one -hou r pumping a t 350 g p m . 
the drawdown was 12 ft. On Jan . 27 , 1947 the 
non-pumping w a t e r l eve l was e s t i m a t e d at 190 ft. 
be low the top of the c a s i n g , and the d rawdown 
was 10 ft. 
2 - Princeville 
The well is equipped with 9-stage Sterling 
deep-well turbine pump, No. S-2921, having an 
overall length of 6 ft. 11 3/4 in.; 280 ft. of 6-in. 
column pipe; 301 ft. of air line; 10 ft. of 6-in. 
suction pipe; 30-hp. electric motor. 
Analysis of a sample (Lab. No. 109,020) col-
lected Jan. 27, 1947 after 93-hr. pumping at 350 
gpm., showed the water in Well No. 2 to have a 
hardness of 19.8 gr. per gal., a residue of 1604 
ppm., and an iron content of 0.7 ppm. A previous 
sample collected May 24, 1944 showed a similar 
mineral composition but a temperature of 71.5° F. 
was recorded. 
Pumpage is estimated at 80,000 gpd. 
LABORATORY NO. 109,020 
Illinois State Water Survey - Bulletin No. 40 
The water works was installed by the village 
of Prophetstown (1469) in 1904. 
Water was obtained from 2 dug wells in the 
northeastern part of town. 
Well No. 1 was located near the easterly end 
of Water St. about 200 ft. from the south bank of 
the Rock River (or about 250 ft. N., 2600 ft. E. 
of the S. W. corner of Section 33, T. 20 N., R. 5 
E.) . The well was dug to a depth of 16 ft. through 
about 4 ft. of soil and clay into coarse sand and 
gravel. It was 8 ft. in diameter with a 1-ft. brick 
wall extending from the bottom to 6 ft. above the 
ground surface elevation of 598± ft. Clean gravel 
was placed in the well to prevent the fine sand 
from being drawn into the pump. 
This well was reported to have been deepened 
in 1933 to 35 ft. 
In 1934, five 2-in. well points were driven out 
radially from the dug portion of the well. The 
points were about 6 1/2 ft. long and 3 ft. above 
the bottom of the dug portion. 
The water level in the well varied with the 
r iver level, but was ordinarily from 6 to 8 ft. be -
low the surface. In dry weather, continued pump-
ing lowered the water level to the bottom of the 
suction pipe, or about 1 ft. above the bottom of 
the well. In 1933, the water level was 6 ft. 10 in. 
below the ground surface. 
Well No. 2 was dug prior to 1917 about 50 ft. 
westerly of Well No. 1. It was 16 ft. in diameter 
with a 1-ft. brick wall extending from the bottom 
to 6 ft. 9 in. above the ground. The well was 16 
ft. deep penetrating about 4 ft. of soil and clay 
into fine sand and gravel. Clean gravel was placed 
in the bottom of the well to prevent the fine sand 
from being drawn into the pump. Water level and. 
drawdown were similar to that of Well Nb. 1. 
This well was reported to have been deepened 
to 27 ft. in 1933. 
In 1934, five 2-in. well points were driven out 
radially from the dug portion of the well. These 
were about 6 1/2 ft. long and 3 ft. above the bot-
tom of the dug portion. 
Originally water was pumped by 2 Goulds 7-
in. by 8-in. t r iplet pumps. In 1916, only one of 
these, operated by a 15-hp. Century Induction 
electr ic motor rated at 1155 rpm., was in s e rv -
ice . The other pump was operated by a Fairbanks-
Morse 25-hp. gasoline engine, connected directly 
PROPHETSTOWN 
Whiteside County 
Oct. 9, 1947 
to the pump shaft. In 1934, a 20-hp. General 
Electr ic motor was installed to drive the north 
pump, previously driven by the gasoline engine. 
This pump was then put into use almost ex-
clusively. 
Following the flood of 1938, during which the 
wells were completely submerged, the brick walls 
were built up, and a chlorinator was installed. 
Analysis of a sample (Lab. No. 73228) col-
lected July 10, 1933, showed the water from Well 
No. 2 to have a hardness of 16.1 gr. per gal., a 
residue of 285 ppm., and an iron content of 2.6 
ppm. 
The pumps and motors have been removed 
and both wells have been abandoned. 
In 1944, a well was drilled by Chas. D. Nolah, 
Cedar Rapids, Iowa, on High St., 163 ft. nor ther-
ly at East 2nd St. (or about 200 ft. N. and 2300 
ft. E. of the S.'W. corner of Section 33). The 
well is 10 in. in diameter and 235 ft. deep below 
a surface elevation of 615± ft. entering limestone 
at 193 ft. 
A 10-in. casing extends entirely through the 
sand and gravel and a few feet into the limestone. 
The pumping installation consists of 80 ft. of 
5-in. column pipe; 7 5/8-in., 6-stage American 
Well Works turbine pump, No. 69871, rated at 
250 gpm. against 223 ft. head at 1750 rpm.; the 
overall length of the pump is 5 ft. 3 in.; 20 ft. of 
5-in. suction pipe; 20-hp. U. S. motor, No. 
361333. In Oct. 1947 the pump discharge was r e -
ported to be 330 gpm. | 
A production test was made on Mar. 15, 1944 
by Howard R. Green Co. It was reported that 
when pumping at 304 gpm. the drawdown was 26 
1/2 ft. from a non-pumping water level of 41.0 
ft. below the surface. The water level returned 
to 41.0 ft. 2 min. after stopping the pump. 
Analysis of a sample (Lab. No. 112,155) col-
lected Oct. 9, 1947 showed this water to have a 
hardness of 16.6 gr. per gal. , a residue of 306 
ppm., and an iron content of 0.3 ppm. 
The water is not t reated. Pumpage is e s t i -
mated to average 110,000 gpd. 
Industrial pumpage in the area is estimated 
to average 10,000 gpd. During the water period 
industrial pumpage averaged 150,000 gpd. The 
wells of the Eclipse Lawn Mower Co. are con-
2 - Prophetstown 
nected to the village mains so that in case of 
fire, water can be pumped to the mains by both 
village and Eclipse Lawn Mower Co. 
Test Well No. 1 drilled for Eclipse Lawn 
Mower Co. in 1942 by Neely and Schimelsfenig, 
Batavia, is located approximately 42 ft. S. and 
400 ft. W. of the N. E. corner of Section 5, T. 19 
N., R. 5 E. The ground elevation is 622± ft. 
Sample-study log of Test Well No. 1 furnished by the State Geological Survey: 
LABORATORY NO. 112,155 
Illinois State Water Survey - Bulletin No. 40 
The village of Ramsey (881) installed a public 
water supply in 1935. 
Water was obtained originally from a well 
drilled in Oct., 1934 by E. C. Baker, Sigel, and 
located about 125 ft. north of Main St. and 150 ft. 
east of Madison St. (or approximately 150 ft. N. 
and 1050 ft. W. of the S.E. corner of Section 8, 
T. 8 N., R. 1 E.). The ground surface elevation 
is 610± ft. 
The well was 10 in. in diameter and was r e -
ported originally to be 104 ft. deep, with a 10-in. 
Cook screen set between 84 and 104 ft. The 
upper 7 ft. section of the screen was reported to 
have No. 20 slot openings, and the lower 13 ft. 
section No. 10 slots . 
In Feb. 1935, the well was deepened to 135 ft., 
and cased with 10-in. pipe to a depth of 123 ft., 
with an 11-ft. exposed length of 10-in. Cook 
screen installed below the casing. The upper 6 
ft. section of screen was reported to have No. 
20 slot openings, and the" lower 5 ft. section, No. 
10 slots. The deepening work was done in an at-
tempt to increase the capacity. 
Sample-study log of well deepened in 1935 
furnished by the State Geological Survey: 
A production test was made by the State Wa-
ter Survey onFeb. 22, 1935. For test purposes, a 
belt-driven turbine pump with the bottom of the 
suction pipe set at a depth of 134 ft. was installed 
in the well. The well produced 25 gpm. with a 
drawdown of 97 ft. below the non-pumping water 
level of 26 ft. 
Permanent pumping equipment was installed 
as follows: 110 ft. of 3 1/2-in. od. column pipe; 
6-in., 18-stage A.D. Cook deep well turbine pump 
No. 1660, rated at 25 gpm. against 160 ft. of head; 
20 ft. of 3 1/2-in. suction pipe; 5-hp. U.S. electric 
motor No. 116649, operating at 1800 rpm. 
A production test was made by the State Water 
Survey on Oct. 6, 1936. Tihe well was empty after 
1 hr . 35 min. of pumping at an average rate of 
RAMSEY 
Fayette County 
May 21, 1948 
5.7 gpm. The non-pumping water level was 114 
ft. 5 in. below the floor. In 1937, it was reported 
that this well was not in use. The non-pumping 
water level was 94 ft., and the pump broke suc-
tion after 4-min. pumping at 35 gpm. In 1939, 
the pump was operated 15-18 hr . per day at a 
rate of 5-6 gpm. 
Analysis of a sample (Lab. No. 78809) col-
lected Oct. 7, 1936, showed the water to have a 
hardness of 6.3 gr. per gal., a residue of 620 
ppm., and an iron content of 2.4 ppm. 
Well No. 1 has been abandoned. The pump 
was installed in Well No. 2. 
Ah electrical earth resist ivity survey was 
made by the State Geological Survey June 21-25, 
1937. The survey covered areas in the central, 
north, and northeast parts of the village, and in 
the valley of Ramsey Creek, southwest of the 
village. An extension of this survey, made Aug. 
6 and 7, 1937, covered the area within 1/2 mile 
north, west, and south of the original well. 
Test Well No. 3 was drilled in 1937 to a depth 
of 163 ft. and 6-in. diameter by E. C. Baker, and 
located about 30 ft. south of Sixth St. and 700 ft. 
west of the Illinois Central R.R. t racks (or ap -
proximately 1170 ft. S. and 2250 ft. E. of the N.W. 
corner of Section 17). The ground surface eleva-. 
tion is 610± ft. 
It was reported that sand was encountered be -
tween depths of 149 and 152 ft., and between 159 
and 162 ft. A home-made screen, consisting of 
45 ft. of 5-in. pipe, slotted with a hacksaw, was 
installed. 
A production test was made by the State Water 
Survey on Oct. 20, 1937. The well produced 7 
gpm. for 3 hr . with a drawdown of 48 ft. from a 
non-pumping water level of 70 ft. below the 
ground surface. 
Test Well No. 3 was not developed because 
of insufficient capacity. 
Well No. 2 was drilled by E . C . Baker in 1938 
and located 12 ft. north of Test Well No. 3. The 
well is 157 ft. deep and is cased with 22-in. pipe 
to a depth of 148 ft. An 8-in. casing extends from 
137 to 147 ft. and an 8-in. Johnson screen, having 
No. 60 slot openings extends from 147 to 157 ft. 
There is no connection between the 8-in. and 22-
in. pipes, but the space between them is gravel-
packed. 
2 - Ramsey 
The Cook tur.bine pump, formerly in Well No. 
1, was installed in Well No. 2. 
A production test was made by the State Water 
Survey on Oct. 4, 1938. The well produced 13 
gpm. with a drawdown of more than 44 ft. from a 
non-pumping water level of 88 1/2 ft. below the 
ground surface. In 1939, the well was reported 
to produce 8-10 gpm., and the pump was operated 
10-12 hr . per day. 
Analysis of a sample (Lab. No. 84396) col-
lected Oct. 4, 1938, showed the water to have a 
hardness of 8.7 gr . per gal., a residue of 752 
ppm., and an iron content of 2.8 ppm. 
Well No. 2 was in service until Well No. 3 
was completed. The capacity was insufficient 
and the well was capped and abandoned. 
Test Well No. 4 was drilled by E. C. Baker 
in 1937, in the valley of Ramsey Creek, about a 
mile southwest of town (or approximately 1100 
ft. N., and 1560 ft. W. of the S.E. corner of Sec-
tion 18). The well was 37 ft. 3 in. deep, below a 
ground surface elevation of 530± ft. It was r e -
ported that below a depth of 1 ft., increasingly 
coarse sand and gravel was encountered. The 
well was cased with 8-in. pipe to the bottom, and 
no screen was used. 
A production test was made by the State 
Water Survey on Nov. 1, 1937. The well p ro -
duced 52 gpm. with a drawdown of 7.2 ft., and 75 
gpm. with a drawdown of 10.6 ft. from a non-
pumping water level of 3.2 ft. below the top of 
the casing. Another production test was made 
by the State Water Survey on Mar. 18, 1940. 
When pumping at a rate of 70 gpm. the drawdown 
was 9.3 ft. from a non-pumping water level of 
2.8 ft. below the top of the casing. 
Analysis of a sample (Lab. No. 87480) col-
lected Mar. 18, 1940, showed the water to have a 
hardness of 33.6 gr. per gal., a residue of 777 
ppm., and an iron content of 3.3 ppm. 
A well was drilled in Mar. , 1940, by E. C. 
Baker at a location about 300 ft. southeast of 
Test Hole No. 4. The well was 54 ft. deep and 
produced no water. 
Well No. 3 was drilled in Sept., 1942 to a 
depth of 38 ft. by Hayes and Sims, Champaign, and 
is located 14 i /2 ft. southwest of Test Well No. 
4, at the Springs site which was used as a source 
of water supply for 50 years by the Illinois Cen-
t ra l R. R. 
The well is cased with 8-in. pipe from 3 ft. 
above to 31 ft. 4 in. below the ground surface, and 
with a 7 5/8-in. od. Johnson Armco-iron w i r e -
wound screen installed between the depths of 29 
ft. 4 in. and 38 ft. The screen has No. 60 slot 
openings. 
A production test was made by the State 
Water Survey on Sept. 10, 1942. For test pur-
poses, a horizontal centrifugal pump was used, 
with the bottom of the suction pipe about 31 ft. 
below the ground surface. Equilibrium condi-
tions were not obtained, but after 7-hr. pumping 
at 154 gpm. the drawdown was 17.7 ft. from a 
non-pumping water level of 9 in. below the ground 
surface. After the pump was stopped, the water 
level rose to within 1 ft. of the non-pumping level 
in 6 minutes. 
The pumping installation includes a 7-in. od. 
American Well Works turbine pump, No. 67505, 
rated at 150 gpm. against a head of 117 ft. at 
1720 rpm.; 7 1/2-hp. U. S. electric motor. 
Analysis of a sample (Lab. No. 114,758) col-
lected May 17, 1948 after 7-hr. pumping at a rate 
of 150 gpm. showed the water to have a hardness 
of 42.0 gr. per gal., a residue of 901 ppm., and 
an iron content of 1.6 ppm. 
The water is aerated and filtered. Analysis 
of a sample (Lab. No. 114,787) collected May 17, 
1948 showed the treated water to have a hardness 
of 36.4 gr. per gal., a mineral content of 749 
ppm., and an iron content of 0.14 ppm. 
Pumpage is estimated to average 33,000 gpd. 
R a m s e y - 3 
LABORATORY NO. 114,758 
I l l ino i s S ta te Water Survey - Bul le t in No. 40 
A publ ic w a t e r supply w a s in s t a l l ed in 1918 
by the v i l l age of Rankin (781). 
Wel l No. 1 was d r i l l e d in 1916 to a depth of 
270 ft. by O m e r K e r s e y , Sul l ivan, and located at 
the w a t e r w o r k s p lant , 30 ft. w e s t of Johnson St . 
and 55 ft. no r th of T h i r d St. (or a p p r o x i m a t e l y 
2400 ft. N. and 450 ft. W. of the S.E. c o r n e r of 
Sect ion 11 , T. 23 N . , R. 14 W.). 
The ground e leva t ion a t the wel l s i t e i s 712± 
ft. The wel l was c a s e d with 8- in . pipe to 254 ft. 
and 16 ft. of Johnson s c r e e n having No. 30 s lot 
open ings . During d r i l l ing o p e r a t i o n s w a t e r was 
e n c o u n t e r e d be tween d e p t h s of 222 and 230 ft. and 
the w a t e r l eve l was 35 ft. be low ground l eve l . A 
yield t e s t w a s m a d e by the d r i l l e r with the pump 
s e t a t 50 ft. Water was d r a w n down i m m e d i a t e l y 
to the pump c y l i n d e r . After comple t ion of the 
we l l , the s ta t ic w a t e r l eve l w a s 50 ft. be low 
ground l eve l , and, af ter 1 5 - h r . pumping at 60 to 
70 gpm. the pump b r o k e suc t ion . The bo t tom of 
the suct ion pipe was se t a t 249 ft. 
In 1926, the pumping equ ipment c o n s i s t e d of: 
88 ft. 8 in . of d r o p p ipe and an E r b cy l inder pump, 
o p e r a t e d with 20- in . s t r o k e , on July 1, 1926, a f te r 
long cont inued pumping at 74 gpm. the w a t e r l eve l 
was 43 ft. 7 in . below the top of the c a s i n g . On 
s topping the pump in Wel l No. 1 and s t a r t i n g the 
pump in Well No. 2, the w a t e r l eve l in Well No. 1 
r a i s e d to 39 1/2 ft. in 4 m i n . and 1/2 h r . l a t e r , 
the w a t e r l eve l was 38 ft. 8 in . Then with both 
pumps o p e r a t i n g , the w a t e r l eve l in Well No. 1 
was l owered to 45 ft. 3 in . 
The ex is t ing pumping equ ipment , m a d e in Dec . 
1946, c o n s i s t s of: 85 ft. of 4 - i n . co lumn pipe; 
P e e r l e s s tu rb ine p u m p , No. 34040, having a d i s -
c h a r g e r a t e of 80 gpm. to the g round r e s e r v o i r ; 
85 ft. of 1/4 - i n . copper a i r l ine (defect ive) ; 10 
ft. of 4 - i n . id . suc t ion p ipe ; 3 -hp . U.S . e l e c t r i c 
m o t o r . 
RANKIN 
V e r m i l i o n County 
Nov. 27, 1948 
In D e c . 1946, the non-pumping w a t e r l eve l in 
Well No. 1 was 50 ft. below the pump b a s e (2 ft. 
above top of the cas ing) . At the same t i m e , the 
pump in Well No. 2 was ope ra t ing at a d i s c h a r g e 
r a t e of about 100 gpm. 
Well No. 1 is the p r inc ipa l s o u r c e of the p u b -
l ic supply and i s in da i ly s e r v i c e . 
Ana lys i s of a s ample ( L a b . No . 84160) c o l -
l ec t ed Aug. 26, 1938 showed the wa te r in Well 
No. 1 to have a h a r d n e s s of 18.7 g r . pe r ga l . , a 
r e s i d u e of 408 p p m . , and an i r o n content of 1.0 
p p m . 
Well No. 2 was d r i l l ed in 1926, to a depth of 
282 1/2 ft. by C h a s . K r a u s s and Sons, Ind ianapo l i s , 
Ind. , and loca ted 18 ft. e a s t of Well No. 1. The 
wel l t e r m i n a t e d in a 20-f t . s t r a t u m of wa t e r -
b e a r i n g g r a v e l , and was c a s e d with 265 ft. of 
10-in. pipe and 17 ft. of K r a u s s No. 5 1/2 b r a s s 
s c r e e n . When pumping in Well No. 1, the n o n -
pumping w a t e r l eve l in Well No. 2 was 41 ft. b e -
low ground l e v e l . 
The pumping equ ipment c o n s i s t s of: 90 ft. of 
6- in . d r o p p ipe; Downie Keys tone Dr i l l e r C o . 
d o u b l e - s t r o k e p lunger p u m p , o r d e r No. 1014, 
p u m p head No. 3 3 , having a 5 3 / 4 - i n . cy l inder 
and 18- in . s t r o k e , and o p e r a t e d at a speed of 31 
s p m . ; 7 1/2-hp. F a i r b a n k s - M o r s e e l e c t r i c m o t o r . 
Well No. 2 i s ma in ta ined as an aux i l i a ry s u p -
ply uni t and i s in u s e about two or t h r e e t i m e s 
week ly . 
Ana lys i s of a s ample ( L a b . No . 116352) c o l -
l ec ted Nov. 24, 1948 af ter 2 0 - m i n . pumping showed 
the w a t e r f r o m Well No. 2 to have a h a r d n e s s of 
17.8 g r . pe r ga l . , a r e s i d u e of 395 ppm. , and an 
i r o n content of 1.8 p p m . 
P u m p a g e i s e s t i m a t e d to a v e r a g e 33,000 gpd. 
LABORATORY NO. 116,552 
Illinois State Water Survey - Bulletin No. 40 
The public water supply was installed by the 
village of Ransom (419) in 1907. The installation 
included Well No. 1, which was drilled by John 
Wormley, Ransom, and Charles Johnston, Seneca, 
and located 6 ft. south of the south line of Thomas 
St. and 6 ft. west of the west line of the alley be -
tween Lincoln and Wormly St. (or approximately 
1640 ft. N. and 2100 ft. W. of the S. E. corner of 
Section 16, T. 31 N., R. 5 E.). The original depth 
was 284 ft., but in 1938 because of an insufficient 
supply, the well was deepened to 325 ft. It is 
cased withl48 ft. of 8-in. pipe. 
The pumping equipment, installed in May 
1946, consists of 210 ft. of 2-in. column pipe; 1 
3/4-in. Gould cylinder pump having an overall 
length of 36 in.; 21 ft. 1 1/4 in. of suction pipe; 
3-hp. Century electric motor. 
The pump discharge is 6 to 7 gpm. 
The water levels at depths below the top of 
the casing have been reported as given in Table 
1. 
During the original construction of the well, 
water was encountered at 160 to 200 ft. depth; 
and in the deepening of the well in 1938, water 
was found at 305 ft. Pr ior to 1938, gas had been 
noticed in insufficient quantities to cause any 
difficulty, but, after the well was deepened, gas 
emanated from a vein at 302 ft. to such an ex-
tent as to cause a reduction in the pump discharge. 
Gas locking of the pump limited the pumping 
period to 15 to 20 min. at intervals of 10 to 15 
min. This frequency of starting and stopping the 
pump caused a swaying action, which washed 
down the shale, making it necessary to clean the 
reservoir frequently. 
The pump is operated 24 hr . daily. 
Analysis of a sample (Lab. No. 110,858) col-
lected June 26, 1947 after pumping 24 hr . , showed 
the water from Well No. 1 to have a hardness of 
8.3 gr. per gal., a residue of 611 ppm., and an 
iron content of 0.1 ppm. Inflammable methane 
gas is present in the water. Analysis on previous 
occasions indicated an iron content of 1.6 ppm., 
and of 0.0 ppm. 
Well No. 2 was drilled in 1932 by Layne 
North-Central Co., Chicago. It is located 25 ft. 
south of Well No. 1 and was originally drilled to 
a depth of 831 ft. In 1938, the well was cemented 
in below a depth of 500 ft. 
RANSOM 
La Salle County 
June 26, 1947 
Sample-study log of Well No. 2 furnished by the 
State Geological Survey: 
Water from sand at 83 ft. was found to have 
a total mineral content of 1886 ppm., and a hard-
ness of 1035 ppm. The sulfate concentration was 
1110 ppm. 
Samples collected from sandstones at 200,275 
and 302 ft. were found to be of similar character 
to that obtained at 136 ft. This water was found 
to have a mineral content of 500 ppm. and a 
hardness of 200 ppm. 
The well was cased with 10 in. pipe from the 
surface to 366 ft., casing off a gas vein at 302 ft. 
The gas was found to contain 66% methane. The 
bore hole was 12 in. in diameter from the sur -
face to 366 ft. and 10 in. in diameter from 366 ft. 
to 831 ft. Upon completion, the well produced 
about 20 gpm. 
Analysis (Lab. No. 71162) showed the water 
to have a mineral content of 840 ppm., a hard-
ness of 13.7 gr. per gal., and an iron content of 
0.6 ppm. The chloride content was 290 ppm. 
The water was reported to be highly corrosive 
to pump rods, b rass fittings, mains and service 
pipes. 
Consequently, it was filled in below a depth 
of 500 ft., and the casing was perforated so as to 
admit water from the upper water-bearing strata. 
In 1944, the supply from both wells had dwindled 
to below the required demand of 12,000 gpd., and 
steps were taken in search of a supplemental 
water supply. 
2 - R a n s o m 
The pump a s s e m b l y c o n s i s t s of 351 ft. of 4-
in . co lumn pipe; a 3 3/4-in. M y e r s s i n g l e - s t r o k e 
cy l inder ope ra t ing with a 24- in . s t r o k e at a r a t e 
of 28 s t r o k e s p e r m i n . ; the o v e r a l l length of the 
cy l inder is 42 in . ; 40 ft. of 3 1/2-in. suct ion p ipe ; 
5 -hp . , 1740 r p m . West inghouse e l e c t r i c m o t o r , 
No. 19137. I t i s e s t i m a t e d tha t the pump d e l i v e r s 
6 to 7 ga l . p e r m i n . However , i t can o p e r a t e 
only a few m i n u t e s be fore i t b e c o m e s g a s - l o c k e d . 
T h e r e h a s been one or two exp los ions a t th i s 
we l l . 
In May 1945, the State Geologica l Su rvey 
comple t ed a n e l e c t r i c a l e a r t h r e s i s t i v i t y s u r v e y 
in the v ic in i ty of R a n s o m in s e a r c h of a sand and 
g r a v e l depos i t capab le of y ie lding a s a t i s f a c t o r y 
w a t e r supply . The a r e a inc luded in the su rvey 
c o v e r e d app rox ima te ly 30 sq . m i . cen te r ing on 
R a n s o m . 
Well No. 3 was d r i l l e d in 1946 by Bol l ige r & 
Sons , F a i r b u r y , and located in the n o r t h e a s t e r n 
p a r t of the v i l l age , 165 ft. south of the Atchison , 
Topeka & Santa Fe R. R. r i g h t - o f - w a y l ine and 
190 ft. wes t of the r i g h t - o f - w a y l ine of Route 170 
(or a p p r o x i m a t e l y 2600 ft. N. and 250f t . W. of 
the S. E. c o r n e r of Sect ion 16). 
The wel l i s 280 ft. deep and i s c a s e d with 
6 - in . p ipe . I t was r e p o r t e d tha t when the wel l 
w a s comple t ed , the d r i l l e r s o p e r a t e d the pump 
for 3 days (shut off at nights) at a r a t e of 18 gpm. , 
bu t a t any t i m e when the r a t e was i n c r e a s e d to 
20 gpm. , the pump would soon b r e a k suc t ion . 
A P a u l s i ng l e - ac t i ng cy l inder pump with an 
8- in . s t r o k e and o p e r a t e d at a r a t e of 40 s t r o k e s 
pe r m i n . w a s o r ig ina l ly i n s t a l l ed i n t h i s we l l , but 
in July 1947, the cy l inde r pump w a s r e m o v e d , 
and the t u rb ine p u m p which had b e e n in Well No. 
1 w a s i n s t a l l e d . The r e a s o n for the change of 
pump was b e c a u s e of the r educed d i s c h a r g e r a t e 
of the c y l i n d e r pump f r o m 3 1/2 to 1 1/2 g p m . 
The pumping a s s e m b l y now c o n s i s t s of 158 
ft. of 4 - i n . co lumn p ipe ; 6- in . , 1 0 - s t a g e Pomona 
tu rb ine p u m p , No. S.R. 70, r a t e d at 60 gpm. ; the 
o v e r a l l length of the pump is 10 ft.; 12 ft. of 4-
in . suc t ion pipe (including s t r a i n e r ) ; 7 1/2-hp., 
1750 r p m . West inghouse m o t o r , No. 3 3 - 6 6 N 4 6 1 . 
T h e r e i s no a i r l ine in the w e l l . 
On July 11, 1947 the t u rb ine had b e e n o p e r a t -
ing 24 h r . and had not b r o k e n suc t i on . Before 
ins ta l l ing the pump, the w a t e r l eve l was 70 ft. 
be low the top of the w e l l . 
Ana lys i s of a s a m p l e (Lab . No. 110,857) c o l -
lec ted June 25 , 1947 af ter pumping 24 h r . , showed 
the w a t e r in Well No . 3 to have a h a r d n e s s of 8.0 
g r . p e r g a l . , a r e s i d u e of 645 p p m . , and an i r o n 
content of 0.3 p p m . 
Wel l s No. 1 and No. 3 a r e u sed 24 h r . da i ly 
while Well No. 2 o p e r a t e s only o c c a s i o n a l l y , i t s 
use being l im i t ed by the a m o u n t of gas in the 
we l l . To ta l pumpage f r o m a l l 3 w e l l s i s e s t i -
m a t e d to be 16,000 gpd. 
LABORATORY NO. 110,858 
R a n s o m - 3 
T A B L E 1 
Water L e v e l s 
LABORATORY NO. 71162 
LABORATORY NO. 110,857 
Illinois State Water Survey - Bulletin No. 40 
A limited public water supply was installed 
by the village of Rantoul (2367) about 1885. The 
installation included a well with a pump operated 
by a windmill. 
In 1895, Wells No. 1 and 2 were drilled 16 ft. 
apart, south to north, at the water works plant at 
the northwestern corner of Ohio and Grove Ave., 
west of the Illinois Central R. R. (or approxi-
mately 115 ft. N. and 1070 ft. W. of the S. E. cor -
ner of Section 34, T. 22 N., R. 9 E.). Both wells 
were 120 ft. deep below a ground surface eleva-
tion of 752± ft., and were 10 in. in diameter with 
an 8-in. drop casing and 16 ft. of Cook strainer, 
having No. 60 slot openings. 
In Mar. 1912, the non-pumping water level 
was 60 ft. below ground level. In May 1917, the 
non-pumping water level was 60 ft. and pumping 
in either well did not influence the water level in 
the other well. Wells 1 and 2 were equipped with 
Cook single-acting cylinder pumps. 
Well No. 1 was abandoned about 1924. The 
casing and screen were pulled and the well cov-
ered by the concrete floor of the pumping station. 
Well No. 2 was in service in 1934. The pump 
has been removed and it is intended to pull the 
casing and screen and fill the hole with gravel. 
Well No. 3 was drilled in 1917 to a depth of 
141 ft. and located 11 ft. north of Well No. 1 and 
4 ft. south and 7 ft. west of Well No. 2. It is 23 
ft. south of Well No. 4. The 10-in. outer casing 
was equipped with flanges and gaskets to e l imi-
nate pollution. A 16-ft. length of Cook screen had 
No. 60 slot openings. 
In 1918, the non-pumping water level was 60 ft. 
below the surface and, when pumping in Wells No. 
1 and 2, at maximum capacity of about 250,000 
gpd., the water level in Well No. 3 was unchanged. 
About 120,000 gpd. was used by the city and 
130,000 gpd. metered to Chanute Field. 
On Feb. 18, 1924, before the pump was in-
stalled in Well No. 4, a production test was made 
for Wells 2 and 3 which pumps were operating. 
The production from each well was metered and 
over a 6-hr. pumping period the combined p ro -
duction rate was 341 gpm. When pumping from 
Well No. 3, only, the rate was 233 gpm. Well No. 
3 is equipped with an old steam-head pump but has 
not been in service for several yea r s . It is in-
tended to pull the casing and screen and fill the 
well with gravel. 
RANTOUL 
Champaign County 
May 23, 1949 
Analysis of a sample (Lab. No. 50982) col-
lected Feb. 18, 1924, after 5-hr. pumping showed 
the water in Well No.3 to have a hardness of 17.7 
gr . per gal., a residue of 363 ppm., and an iron 
content of 2.4 ppm. 
Well No. 4 was drilled by John Boten, Rantoul 
water superintendent, in 1922 to a depth of 142 
ft., and is located 23 ft. north of Well No. 3, and 
15 ft. south of Well No. 6. During drilling opera-
tions water was encountered at 80 ft. and then 
raised to 72 ft. below the top of the casing. The 
well is 10 in. in diameter and is equipped with a 
Cook double-acting plunger pump size 3 L. No. 
1600 rated at 200 gpm. and attached to 130 ft. of 
8-in. drop pipe. The pump is belt-driven from a 
20-hp. Century electric motor at 865 rpm. Well 
No. 4 serves as an auxiliary supply unit during 
the summer months and is operated about once 
monthly. 
Well No. 5 was drilled in 1925 to a depth of 
138 ft. and 10-in. diameter, and located about 25 
ft. north and 15 ft. east of Well No. 1. The hole 
was crooked and caused pumps to wear out 
rapidly. Well No. 5 was abandoned in 1933, and 
the casing was pulled and used in Well No. 6. 
Because of a persistent rumor that water of 
softer quality had been obtained about 50 years 
before from a deep well in the south par t of 
town, Well No. 6 was drilled in 1934 to a depth 
of 293 ft. by E. W. Johnson, Bloomington, and was 
located 15 ft. north of Well No. 4 and 20 ft. south 
and 70 ft. east of Well No. 7 (or approximately 
165 ft. N. and 1070 ft. W. of the S. E. corner of 
Section 34). The ground elevation at the well is 
752± ft. 
Sample-study and dr i l l e r ' s log of Well No. 6 
furnished by the State Geological Survey: 
2 - Ran tou l 
The 10- in . ca s ing f rom abandoned Well No. 
5 was i n s t a l l ed in Well No. 6 and, with addi t ional 
c a s i n g , the 10-in. ca s ing extended f r o m the s u r -
face to 150 ft. An 8-in. ca s ing was se t f rom the 
su r f ace to 269 1/2 ft., be low which w a s 15 ft. e x -
posed length of 7 1/2- in . od. s c r e e n , having No. 
40 s lo t open ings . The b o t t o m of the wel l was 
284 1/2 ft. below ground l eve l . 
A f o u r - h o u r p roduc t ion t e s t was m a d e by the 
State W a t e r Survey on May 2 1 , 1934. The p u m p -
ing equ ipment at the t ime of the t e s t c o n s i s t e d of 
130 ft. of 6- in . column pipe; 7 1/2-in., 7 - s t age 
S te r l ing pump , No. S -715 , having an o v e r a l l length 
of 5 ft. 4 in . ; 130 ft. of a i r l ine ; 17 ft. 11 in . of 6-
in . suc t ion p ipe . The pump head w a s b e l t - c o n n e c t -
ed to a s t e a m t h r a s h i n g eng ine . 
Befo re the t e s t , s t a t i c w a t e r l eve l w a s 65 ft. 
be low ground l e v e l . The t e s t was divided into 
s e v e r a l p e r i o d s , dur ing which the pump speed w a s 
m a i n t a i n e d a s n e a r cons tan t a s p o s s i b l e . 
After o n e - h o u r pumping a t an ave rage speed 
of 1800 r p m . and at a r a t e of 260 gpm. the d r a w -
down w a s 52 ft. 
After t e n - m i n u t e s pumping a t an a v e r a g e 
speed of 1675 r p m . , and a r a t e of 193 1/2 gpm. 
the d rawdown w a s 38 ft. 
After t e n - m i n u t e s pumping a t an a v e r a g e 
speed of 2215 r p m . and a r a t e of 350 g p m . the 
d rawdown w a s 68 ft. 
After t e n - m i n u t e s pumping a t an a v e r a g e 
speed of 2317 r p m . and a r a t e of 400 gpm. , the 
d rawdown w a s 78.6 ft. 
On O c t . 3 1 , 1944 M r . C h e e k , Wate r S u p e r i n -
tendent , s t a ted h i s bel ief tha t the w a t e r l eve l had 
r e c e d e d 10 ft. s ince the we l l w a s f inished in 
1934. I f t r u e , the w a t e r l eve l should have been 
75 ft. in 1944. 
The pumping equ ipmen t now c o n s i s t s of 160 
ft. of 6- in . co lumn pipe (extended in 1940); 8- in . , 
8 - s t a g e Cook tu rb ine p u m p , No. 1239; 160 ft. of 
a i r l ine ; 16 ft. of 6- in . suc t ion p ipe ; 2 5 - h p . , U. S. 
e l e c t r i c m o t o r . The pump i s i n da i ly s e r v i c e and 
d i s c h a r g e s to the ground s t o r a g e r e s e r v o i r a t an 
e s t i m a t e d r a t e of 450 gpm. 
A n a l y s i s of a s amp le ( L a b . No. 116,796) c o l -
lec ted D e c . 18, 1948 af ter o n e - h o u r pumping 
showed the w a t e r f r o m Well No . 6 to have a h a r d -
n e s s of 19.3 g r . pe r g a l . , a r e s i d u e of 395 p p m . , 
and an i r o n content of 1.4 p p m . 
Well No. 7 was d r i l l e d in 1939 to a depth of 
137 ft. by John Bol l ige r and Sons , F a i r b u r y , and 
is loca ted 185 ft. no r th of the cen te r of Grove 
Ave . and 180 ft. e a s t of the c e n t e r of Penf ie ld St. 
or 20 ft. no r th and 70 ft. w e s t f r o m Well No. 6, 
(or a p p r o x i m a t e l y 185 ft. N. and 1140 ft. W. of 
the S. E. c o r n e r of Sec t ion 34). 
The wel l was c a s e d with 10- in . pipe and with 
24 1/2 ft. (22 ft. exposed) of Cook s c r e e n . 
A p roduc t ion t e s t was made by the State Wa-
t e r Survey on Dec . 5, 1939. After 4 1/2-hr. 
pumping at a final r a t e of 480 gpm. the drawdown 
w a s 28 ft. f r o m a non-pumping w a t e r l eve l of 64 
ft. below ground leve l e l eva t ion of 752t ft. F i v e 
m i n u t e s af ter s topping the pump the w a t e r l eve l 
was 66 ft. On Oct . 3 1 , 1944 the non-pumping w a -
t e r l e v e l was 72 ft. The pump is now e s t i m a t e d 
to d i s c h a r g e at a r a t e of 900 gpm. ove r the a e r a -
t o r . On D e c . 18, 1948, af ter 2 - h r . pumping , the 
w a t e r l eve l was 95 ft. be low the pump b a s e and 
af ter a 3 0 - m i n u t e shutdown the w a t e r l eve l was 
82 ft. 
The pumping equ ipment i nc ludes a 10- in . , 6-
s tage Cook tu rb ine p u m p , No. 3939, having a b o t -
t o m set t ing of 115 ft.; a i r l ine length of 115 ft.; 
4 0 - h p . U. S. e l e c t r i c m o t o r . Well No. 7 is the 
p r i n c i p a l s o u r c e of publ ic supply and is in da i ly 
s e r v i c e . 
A n a l y s i s of a s a m p l e (Lab . No. 116,797) c o l -
l ec ted D e c . 18, 1948 af ter 2 - h r . pumping showed 
the w a t e r f r o m Well No. 7 to have a h a r d n e s s of 
17.5 g r . pe r ga l . , a r e s i d u e of 322 p p m . , and an 
i r o n content of 2.8 p p m . Methane g a s i s p r e s e n t 
in the w a t e r f r o m these w e l l s in a concen t ra t ion 
of 1.8 cu . ft. p e r 1000 ga l . 
Only the wa te r f r o m Well No. 7 is a e r a t e d 
and f i l t e red . 
Well No. 8 was comple ted at a depth of 139 ft. 
in May 1949 by John Bo l l ige r and Sons , and l o -
ca ted a t T a n n e r and Ohio St. (or a p p r o x i m a t e l y 
537 ft. N. and 890 ft. W. of the S. E. c o r n e r of 
Sect ion 34). The wel l was u s e d with 12- in . wrough t 
s t e e l pipe f r o m 1 1/2 ft. above to 120 ft. 7 in . 
be low ground level and with 21 ft. 3 in . (20 ft. 
exposed) of 12- in . Johnson E v e r d u r s c r e e n . The 
upper 9 ft. of the s c r e e n had No. 30 s lo t o p e n -
ings and the lower 11 ft. had No. 10 s l o t s . 
A produc t ion t e s t w a s m a d e on May 2 3 , 1949 
us ing State Water Survey c a l i b r a t e d m e a s u r i n g 
eq u ip m en t . A P o m o n a t e s t pump was u s e d , and 
power furn ished by b e l t - d r i v e f r o m a F o r d t r u c k . 
Before the s t a r t of the t e s t the w a t e r l eve l was 
69.7 ft. be low the top of the ca s ing . After 2 - h r ; 
pumping at a f inal r a t e of 354 g p m . the drawdown 
was 44 ft. 
Rantoul - 3 
M e t e r e d pumpage for the v i l lage of Rantoul 
i s e s t i m a t e d to a v e r a g e 790,530 gpd. 
LABORATORY NO. 116,797 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
village of Raymond (818) in 193 6. 
A test hole was developed as a permanent well 
in Apr. 1936 by L. R. Burt, Decatur, and located 
in the valley of a tributary of the West Fork of 
Shoal Creek, about 1 mile southeast of town (or 
approximately 2620 ft. N. and 1400 ft. W. of the 
S. E. corner of Section 17, T. 10 N., R. 4 W.). 
The ground surface elevation is 6l5± ft. 
Sample-study log of well developed in 1936 
furnished by the State Geological Survey: 
The well is gravel packed, with a 26-in. outer 
casing extending from one foot above to 19 ft. be -
RAYMOND 
Montgomery County 
Aug. 5, 1948 
low ground surface. A 12-in. inner casing t e r m i -
nates 17 ft. 7 in. below the surface. Below the in-
ner casing is a 10-ft. 7 in. length of Johnson 
screen, having No. 100 slot openings. The bot-
tom of the well is 31 ft. 2 in. below the top of the 
inner casing. The amount of gravel used was not 
reported. 
On June 15-16, 1936 a production test was 
made by the State Water Survey. Before the test , 
the static water level was 15.3 ft. below the top 
of the inner casing. After pumping 12 h r . at a 
rate of 79 gpm., the drawdown was 4.8 ft. 
The well is equipped with 22 ft. of 4-in. col-
umn pipe; 6-in., 13-stage Fairbanks-Morse t u r -
bine pump, No. 30520, rated at 75 gpm. against 
152 ft. of head; the overall length of the pump is 
62 3/4 in.; a strainer 11 1/4 in. in length is 
placed on the bottom of the pump; 7 1/2-hp., 
General Electr ic motor. 
Analysis of a sample (Lab. No. 115,294) col-
lected July 15, 1948 after 25-min. pumping at 75 
gpm. showed this water to have a hardness of 
16.7 gr. per gal., a residue of 374 ppm., and a 
trace of iron. 
Pumpage is estimated to average 27,000 gpd. 
LABORATORY NO. 115,294 
Illinois State Water Survey - Bulletin No. 40 
The city of Red Bud (1302) installed a public 
water supply in 1915. 
Water was originally obtained from a well 
drilledby Otto Hartman in 1914 and located at the 
r ea r of the city hall (or approximately 1100 ft. N. 
and 1650 ft. E. of the S. W. corner of Section 4, 
T. 4 S., R. 8 W.). This well was drilled to a 
depth of 294 ft. below a surface elevation of 465± 
ft. 
The well was reported to be cased with 10-
in. pipe to a depth of 20 ft. 8 in. and with 8-in. 
pipe from 20 ft. 8 in. to a depth of 246 ft. 10 in. 
The well was equipped with a 6-in. by 24-in. 
Gould double-acting deep well pump set at a depth 
of 245 ft., gear-connected to a 20-hp. Westing-
house motor. 
In 1915, the non-pumping water level was 60 
ft. below the top of the well, and the well was 
producing about 50 gpm. 
In 1918, it was reported that the pump was 
operated about 4 hr . per day at 40 gpm. 
Analysis of a sample (Lab. No. 39787) col-
lected July 21, 1918, showed the water to have a 
hardness of 13.1 gr. per gal., a residue of 457 
ppm. and an iron content of 0.34 ppm. 
It was reported that this well was abandoned 
because of pump trouble about 1919. It is now 
completely obliterated. 
A well, now known as Well No. 1, was drilled 
in 1919 to a depth of 276 ft. by Metzler and Har t -
man, Red Bud, and located northwest of town 
(or approximately 2260 ft. S. and 430 ft. W. of 
the N. E. corner of Section 5). The surface e le -
vation is 440± ft. 
The well was cased with 5 5/8-in. pipe to a 
depth of 260 ft. 
It was reported that when completed, the well 
produced 60-70 gpm. with no appreciable draw-
down from a non-pumping water level of 15 ft. 
below the ground surface. 
The well was equipped with an air lift having 
260 ft. of 3-in. eductor pipe, and 230 ft. of 1-in. 
air pipe. 
In 1925, it was reported that the air lift was 
operated about 3 h r . p e r day, and in 1934, the air 
lift was operated 24 hr . per day in order to keep 
RED BUD 
Randolph County 
August 26, 1949 
up with demand. 
A production test was made by the State Wa-
ter Survey on Aug. 1, 1934. After 1-hr. pump-
ing, the production had decreased from 33 to 29 
gpm. with a drawdown of 55.5 ft. from a non-
pumping water level of 38 ft. below the well 
curb. 
The pumping equipment installed in 1940 con-
sists of 190 ft. of 3-in. od. column pipe; 4-in. , 
18-stage Pomona turbine pump, No. S.W. 696, 
rated at 40 gpm. against 190 ft. of head at 3500 
rpm.; the overall length of the pump is 5 ft. 
5 1/4-in.; 5-hp. Westinghouse electric motor. 
In Mar. 1948, the pump was in service 10 hr . 
daily, at an estimated pumping rate of 30 gpm. 
Analysis of a sample (Lab. No. 119,222) col-
lected Aug. 26, 1949, showed the water to have a 
hardness of 16.7 gr. per gal., a residue of 353 
ppm., and an iron content of 0.2 ppm. 
Well No. 2 was drilled in 1934 to a depth of 
283 ft. by Charles S. Wiese, Kirkwood, Mo., and 
was located 30 ft. south and 250 ft. east of Well 
No. 1 (or approximately 2290 ft. S. and 180 ft. W. 
of the N. E. corner of Section 5). 
Sample-study log of Well No. 2 furnished by the 
State Geological Survey: 
The well was reported to be cased with 10-in. 
pipe to 225 ft., and is equipped with 4-in. od. 
column pipe; 7-in., 15-stage Fairbanks-Morse 
2 - Red Bud 
turbine pump, No. 22976, with the bottom of the 
suction pipe set at a depth of 196 ft. below the 
ground surface; 7 1/2-hp. Fairbanks-Morse e lec-
t r ic motor. In Mar. 1948 the pump was in service 
10 hr . daily at an average metered pumping rate 
of 50 gpm. 
A production test was made by the State Wa-
ter Survey on Sept. 1, 1934, when pumping at 48 
gpm., the drawdown was 134 1/2 ft. from a non-
pumping water level of 52 ft. below the ground 
surface. 
Analysis of a sample (Lab. No. 119,223) col-
lected Aug. 26, 1949, showed the water to have a 
hardness of 16.0 gr. per gal., a residue of 327 
ppm., and an iron content of 0.7 ppm. 
Well No. 3 was drilled in 1944 to a depth of 
293 ft. by Braun Drilling Co., Red Bud, and was 
located 640 ft. north of Well No. 2, (or approxi-
mately 1650 ft. S. and 180 ft. W. of the N. E. cor -
ner of Section 5). 
The surface elevation at the well site is 470t 
ft. 
The well was cased with 12 1/2-in. od. pipe 
from the surface to 44 ft. and with 10-in. pipe 
from the surface to 286 ft. below which the hole 
was 8 in. in diameter. The bottom of the 10-in. 
casing was perforated opposite the. Aux Vases 
sandstone. 
When tested by the dri l ler , it was reported 
that the well produced 50 gpm. for 24 hr . with a 
drawdown of 100 ft. from a non-pumping water 
level of 40 ft. below the ground surface. In the 
summer of 1947, the drawdown was reported to be 
150 ft. from a non-pumping water level of 40 ft. 
The pump installation consists of 4-in. od. 
column pipe and overall length of 220 ft. of pump 
assembly to the bottom of the suction pipe; 6-in. 
Deming turbine pump, No. T 5488, rated at 60 
gpm. against 206 ft; of head; 5-hp. U. S. electric 
motor. 
In Mar. 1948, the pump was in service 10 hours 
daily at an average metered pumpage rate of 28 
gpm. 
Analysis of a sample (Lab. No. 119,224) col-
lected Aug. 26, 1949, after pumping at 18 gpm. 
showed this water to have a hardness of 22.4 gr . 
per gal., a residue of 602 ppm., and an iron content 
of 0.2 ppm. 
Pumpage is estimated to average 65,000 gpd. 
LABORATORY NO. 119,224 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
village of Richmond (559) in 1927. 
Water is obtained from a well drilled in 1927 
to a depth of 170 ft. by W. L. Thorne Co., Des 
Plaines and located about 100 ft. south of Broad-
way and 130 ft. east of Main St. (approximately 
1100 ft. N. and 2400 ft. W. of the S. E. corner of 
Section 9, T. 46 N., R. 8 E.). The ground surface 
elevation is 818.5 ft. 
Correlated dr i l l e r ' s log of well drilled in 1927 
furnished by the State Geological Survey: 
The well was cased with 10-in. pipe to 163 ft. 
(1 ft. in rock). The drilling continued through 
about 7 ft. of limestone and 6 ft. of shale or blue 
clay, then backfilled with about 6 or 7 ft. of coarse 
gravel, hens-egg size. The casing was cut at a 
depth of 120 ft. below the surface and a No. 16 
Cook s t rainer , 15 ft. long inserted between the 
depths of 105 and 120 ft. and the casing was 
pulled back, exposing 14 ft. of the s t rainer . 
RICHMOND 
McHenry County 
July 25, 1947 
Before cutting the casing a 17-hr. production 
test was made. The maximum yield was only 
100 gpm. With a drawdown of 75 ft., or a specific 
capacity of 1 1/3 gpm. per ft. of drawdown. After 
the strainer was installed, a production test was 
made on Apr. 29-30, 1927. Water was pumped 
at 4 different r a t e s , ranging from 100 to 264 gpm., 
for a period of 36 hr . and the drawdowns, for 
each rate of pumping, indicated a specific capac-
ity of 7 1/2 gpm. per foot of drawdown. With a 
drawdown of 40 ft. the well had a yield of 300 
gpm. The non-pumping water level was 9.4 ft. 
below a ground reference point before and after 
the test . On July 8, 1947 the water level was 23 
ft. below the pump base after a 2-hr. idle period 
and after 1-hr. pumping at 150 gpm. the water 
level was 65 ft. 
The pump installation consists of 90 ft. of 4 
1/2-in. column pipe; 7-in., 11-stage American 
Well Works turbine pump, Shop No. 61819, hav-
ing a rated capacity of 150 gpm. against 220 ft. 
of head; 10 ft. of 5-in. suction pipe; 90 ft. of 
1/4-in. gi. air line; 15-hp. U. S. electric motor. 
Analysis of a sample (Lab. No. 110,981) col-
lected July 8, 1947 after 1 hr . of pumping at a 
rate of 150 rpm. showed the raw water to have a 
hardness of 17.8 gr. per gal., a residue of 314 
ppm., and an iron content of 1.7 ppm. 
The water is treated for iron removal. An-
alysis of a sample collected July 8, 1947 showed 
the treated water to have a hardness of 17.1 gr . 
per gal., a total mineral content of 320 ppm., 
and an iron content of 0.06 ppm. 
The Hunter Golf Club and the Jefferson Ice 
Co. a re the largest seasonal consumers. Pump-
age averages 35,000 gpd. 
LABORATORY NO. 110,981 
I l l ino is S ta te Water Survey - Bul le t in No. 40 
A publ ic w a t e r supply d i s t r i bu t i on s y s t e m was 
i n s t a l l ed in 1926 under p r i v a t e owne r sh ip of Otto 
R u e t e r , F l o s s m o o r , to s e r v e a subdiv is ion known 
as Sauk Highlands loca ted south of Sauk T r a i l 
and e a s t of Richton R d . 
A wel l w a s d r i l l ed by W. L. T h o r n e , Des 
P l a i n e s , in 1926 to a depth of 610 ft. It is loca ted 
about 100 ft. e a s t of the c e n t e r of Richton Rd . and 
1800 ft. south of Sauk T r a i l (or a p p r o x i m a t e l y 
2230 ft. S. and 1480 ft. E. of the N.W. c o r n e r of 
Sect ion 35 , T. 35 N. , R. 13 E . ) . I t is c a s e d with 
10- in . pipe f r o m the su r face to a depth of 108 1/2 
ft. and h a s 99.4 ft. of 8- in . l i ne r i n s t a l l e d at an 
unknown depth . The non-pumping w a t e r l eve l in 
1926 w a s 18 ft. be low the top of c a s i n g , and the 
drawdown w a s 92 ft. when pumping at 200 gpm. 
The wel l was equipped with an A m e r i c a n Well 
Works d o u b l e - s t r o k e d e e p - w e l l cy l inde r pump 
RICHTON PARK 
Cook County 
Ju ly 29 , 1946 
with a 6 1 /2 - in . by 24 - in . cy l i nde r p laced at a 
depth of 100 ft. , and a 15-hp . G e n e r a l E l e c t r i c 
m o t o r . 
I t i s r e p o r t e d tha t the w a t e r supply and d i s -
t r i bu t i on s y s t e m w a s deeded to the v i l l age of 
Rich ton P a r k (107). M r . R u e t e r died in 1931 j u s t 
as he was get t ing the subd iv i s ion under way, and 
the new wel l was n e v e r u s e d . 
The we l l and pump w e r e r e h a b i l i t a t e d in July 
1946 by the v i l l age and wi l l s e r v e the Sauk H igh -
lands d e v e l o p m e n t . The p r e s e n t ope ra t i ng r a t e 
of the pump is 19 s t r o k e s p e r m i n . a g a i n s t 65 
p s i . , o r a t h e o r e t i c a l d i s p l a c e m e n t of 130.72 gpm. 
The w a t e r l e v e l , when the p u m p was out , w a s 
about 20 ft. below the top of the c a s i n g . 
The ex i s t ing r e s i d e n t i a l s ec t ion h a s no publ ic 
w a t e r supply s y s t e m . 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed in 1935 
by the village of Ridge F a r m (890). 
Water is obtained from a well drilled in 1935 
to a depth of 87 ft. by W. L. Thorne Co., Des 
Plaines, and located at the east end of Ridge St. 
at the southwest corner of the public park, (or 
approximately 880 ft. S. and 1500 ft. E. of the 
N. W. corner of Section 31, T. 17 N., R. 11 W.). 
The elevation of the ground surface at the 
well site is 720± ft. The well was cased with 24-
in. pipe extending from ground level to 67 ft. and 
a 12-in. casing extending from ground level to 
67 ft. with a 12-in. screen from 67 to 87 ft. The 
screen had 3 / l6 - in . slot openings. The annular 
space between the casings and outside of the 
screen was packed with gravel. 
A production test was made by the State 
Water Survey on May 20, 1935. Before the test , 
the static water level was 26 1/2 ft. below ground 
RIDGE FARM 
Vermilion County 
Dec. 7, 1948 
level and after 8-hr. pumping at 200 gpm., the 
drawdown was 51 ft. On Nov. 30, 1948 the a l t i -
tude gauge on the air line showed 12 ft. after one-
hour pumping at 170 gpm. and after 30 min. of 
non-pumping, the gauge showed 38 ft. 
The pumping equipment consists of: 75 ft. of 
6-in. id. column pipe; 7-in., 12-stage Fai rbanks-
Morse turbine pump, No. 26980, rated at 200 
gpm.; 20-hp., 1740 rpm. Fairbanks-Morse e lec -
tric motor No. 303626. The pump has been 
throttled to 170 gpm. to maintain a pumping water 
level of not less than 12 ft. above the bottom of 
the air line. 
Analysis of a sample (Lab. No. 116,583) col-
lected Nov. 30, 1948 showed this water to have a 
hardness of 19.3 gr . per gal., a residue of 347 
ppm., and an iron content of 0.6 ppm. 
Pumpage is estimated to average 28,000 gpd. 
LABORATORY NO. 116,583 
I l l ino i s Sta te Water Survey - Bul le t in No. 40 
A public w a t e r supply was ins ta l l ed by the 
v i l lage of Ridgway (1167) in 1939. 
Water is obta ined f r o m a wel l d r i l l e d in Oct . 
1938 to a depth of 85 ft. by A l b e r t L a n c a s t e r , 
H a r r i s b u r g , and loca ted about 100 ft. n o r t h of 
South St. and 100 ft. e a s t of the m a i n t r a c k of the 
B a l t i m o r e & Ohio R. R. (or a p p r o x i m a t e l y 2150 
ft. N. and 700 ft. E. of the S.W. c o r n e r of Sec t ion 
30, T. 8 S. , R. 9 E . ) . The ground su r face e l e v a -
t ion is 375± ft. The wel l is 10 in . in d i a m e t e r and 
10-ft. Johnson E v e r d u r s c r e e n was p laced in the 
bo t tom. The s c r e e n had No. 80 s lo t open ings . 
G r a v e l w a s e n t e r e d at a depth of 70 ft. and sand 
at a depth of 80 ft. 
The wel l i s equipped with: F a i r b a n k s - M o r s e 
tu rb ine p u m p , No. 2780; and 10-hp . F a i r b a n k s -
M o r s e e l e c t r i c m o t o r . 
RIDGWAY 
Gal la t in County 
F e b . 29, 1948 
The S ta te Water Su rvey m a d e a p roduc t ion 
t e s t on Nov. 10, 1938. After 7 1/2 h r . pumping at 
a r a t e of 292 g p m . , t h e d rawdown w a s 24 ft. f r o m 
a non-pumping w a t e r l eve l of 17 ft. be low the 
ground s u r f a c e . 
Ana lys i s of a s a m p l e ( L a b . No. 113,567), c o l -
l ec ted F e b . 19, 1948, af ter 1 5 - m i n . pumping a t 
100 g p m . , showed the w a t e r to have a h a r d n e s s 
pf 17.4 g r . p e r g a l . , a r e s i d u e of 384 p p m . , and 
an i r o n content of 3.7 p p m . 
The w a t e r i s a e r a t e d , f i l t e r ed and sof tened. 
Ana lys i s of a s a m p l e (Lab . No . 114,102) co l l ec ted 
F e b . 19, 1948 showed the t r e a t e d w a t e r to have 
a h a r d n e s s of 3.0 g r . p e r g a l . , a m i n e r a l con ten t 
of 418 p p m . , and an i r o n content of 0.06 p p m . 
P u m p a g e for 1947 a v e r a g e d 29,000 gpd. 
LABORATORY NO. 113,567 
LABORATORY NO. 114,102 
Illinois State Water Survey - Bulletin No. 40 
The water works for the village of Riverside 
(7935) were installed by the Riverside Improve-
ment Co. in 1870 and acquired by the munici-
pality shortly after its incorporation in 1875. The 
first supply was obtained from flowing wells 600 
ft. deep. 
Two deep wells 130 ft. apart were drilled in 
1898 on the site at the northwest corner of Long 
CommonRd. and Burlington St. to compensate for 
a decrease in yield of existing wells and an in-
creased demand. The first of the 2 wells, o r i -
ginally referred to as the West Well, and now 
known as Well No. 1, was drilled to a depth of 
1980 ft. Well No. 2 was drilled to a depth of 2037 
ft. 
Leverett in his "Ill inois Glacial Lobe," pub-
lished in 1899, states that when these wells were 
drilled they overflowed, and in 1899 had receded 
to a depth of 20 ft. 
When the air lifts were installed in both wells 
in 1922, they were tested for yields. Well No. 1 
was found to yield 225 gpm., and the water level 
dropped from 75 to 325 ft. below the ground su r -
face. Well No. 2 yielded 520 gpm., and the water 
level dropped from 250 to 285 ft. below the ground 
surface. 
The 1980-ft. Well yielded water of 650 to 800 
ppm. mineral content and 470 to 570 ppm. hard-
ness . The iron content of each of 4 analyses made 
in 1902, 1913, 1915, and 1923 was high. A temper-
ature of 52° F. was recorded in 1923 indicating the 
major source of the water from this well to be 
from the Niagaran dolomite. 
The 2037-ft. well yielded water of 800 to 900 
ppm. mineral content and 200 to 250 ppm. hard-
ness . The iron content was 0.5 ppm. or less and 
the chloride content 220 to 290 ppm. indicating 
the major source of this water to be from the Mt. 
Simon sandstone. A temperature of 63° F. was 
recorded in 1920 and 61° F. in 1924. 
Water for the public supply was obtained from 
Wells No. 1 and 2 until 1924 when Well No. 3 was 
placed into service. It was drilled by J. P. Mil-
ler Artesian Well Co., Brookfield, in 1923 and is 
located on Pine Ave. about 500 ft. west of Well 
No. 1 and 100 ft. north of the Chicago, Burlington 
& Quincy R. R. (or approximately 2250 ft. N. and 
100 ft. E.of the S. W. corner of Section 36, T. 39 
N., R. 12 E.) . The well is 2047 ft. deep. The e le -
vation at the top of the well is 617± ft. 
The hole, casing, and liner diameter record 
RIVERSIDE 
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was reported as given in Table 1. 
TABLE 1 
Hole Record 
19-in. from 51 1/2 to 509 1/2 ft. 
15-in. from 509 1/2 to 93 7 ft. 
12-in. from 937 to 1820 ft. 
10-in. from 1820 to 2047 ft. 
Casing Record 
20-in. from surface to 51 1/2 ft. 
16-in. liner from 348 1/2 to 509 1/2 ft. 
12-in. liner from 855 to 937 ft. 
Upon completion of the well, water was 
pumped with 1000 gpm. turbine pump. The draw-
down was 40 ft. from a water level of 260 ft. below 
the pump base . By July 1925 the well was sup-
plying practically all the water required by the 
village. The yield of the well was then about 1000 
gpm. 
Repairs were made to the well in July 1932, 
the nature of which was not reported. 
After the pump was pulled in July 1944, the 
water level was 367 ft. Due to recession in the 
water level, the pump was lowered 50 ft., and the 
following pump installation was made: 451 ft. of 
10-in. column pipe; 14-in., 16-stage Peer less 
turbine designed for 26 ft. of head per stage; the 
overall length of the pump is 15 1/2 ft.; 36 ft. of 
10-in. suction pipe (504.3 ft. to end of strainer); 
450 ft. of air line; 150-hp. Electr ical Machine & 
Manufacturing Co. motor. 
A 5-hr . tes t was made Aug. 1; 1944. The r e -
ported production was 876 gpm. with a pumping 
water level at the bottom of the 450-ft. a ir l ine. 
Water from Well No. 3 is of variable compo-
sitions depending on the length of idle period 
prior to pumping and the period of pumping prior 
to collecting the sample. Eight samples collected 
from 1926 to 1946 showed a mineral content of 
774 to 854 ppm., a hardness of 296 to 566 ppm., 
a chloride content of 85 to 218 ppm., and a sulfate 
content of 117 to 254 ppm. 
Analysis of a sample (Lab. No. 106,407) col-
lected May 7, 1946 from a tap on the discharge 
line after 1-hr. pumping at 840 gpm., showed this 
water to have a hardness of 17.7 gr. per gal., a 
total mineral content of 828 ppm., and a content of 
iron of 0.1 ppm. 
2 - R i v e r s i d e 
Well No. 3 w a s the s o u r c e of the public wa te r 
supply unt i l 1931 when Well No. 4 w a s p laced in 
s e r v i c e . 
Well No. 4 was located about 200 ft. south of 
the nor th v i l lage l i m i t s n e a r the junct ion of N o r t h -
gate and Se lborne Roads (or a p p r o x i m a t e l y 2440 
ft. N. and 2340 ft. E. of the S. W. c o r n e r of S e c -
t ion 25). The e leva t ion of the pump b a s e is 619.4 
ft. 
The wel l was d r i l l e d to a depth of 900 ft. by 
W. L . T h o r n e C o . , Des P l a i n e s , and comple ted 
f r o m 900 to 1980 ft. by R. D. A lexande r , Spr ing-
f ield, Mo. , in 1931, and i m m e d i a t e l y put into r e g u -
l a r s e r v i c e . E leva t ion of top of d r i l l cas ing is 
621.4 ft. 
The h o l e , cas ing , and l ine r d i a m e t e r r e c o r d 
i s given in Table 2 . 
T A B L E 2 
Hole R e c o r d 
21- in . f r o m 61 to 518.8 ft. 
15- in . f rom 518.8 to 1304 ft. 
12- in . f r o m 1304 to 1375 ft. 
10- in . f r o m 1375 to 1980 ft. 
Cas ing and L i n e r R e c o r d 
3 0 - i n . d r i v e pipe f r o m s u r f a c e to 52 ft. 
24 - in . f rom 35 to 55 ft. 
22 - in . f r o m 52 to 61 ft. 
18 - in . f r o m su r face to 129.3 ft. 
18- in . l iner f r o m 337 to 518.8 ft. 
12- in . l iner f r o m 661 to 1140 ft. 
10 - in . l iner -
Dur ing the c o n s t r u c t i o n of the wel l , the fo l -
lowing o b s e r v a t i o n s w e r e m a d e : On Dec . 10, 1930, 
the w a t e r l eve l was 32 ft. when the wel l was 920 
ft. below the d r i l l f loor; be tween depths of 1210 
and 1225 ft. a w a t e r - c o u r s e was encoun te red , and 
the wa te r l eve l d ropped to 270 ft.; w a t e r - s a n d was 
s t r uck b e t w e e n depths of 1855 and 1900 ft., and 
the w a t e r l eve l was 280 ft.; on Apr . 6, 1931 af ter 
the d r i l l i ng had r e a c h e d the final depth of 1979.8 
ft., the w a t e r l eve l w a s 277 ft. 
On Oc t . 27, 1948, M r . G. L. Opper wro te that 
in Aug. 1948 the wel l depth w a s m e a s u r e d at 1674 
ft. below floor l e v e l . 
On May 17 and 18, 1931, a 2 4 - h r . t e s t was 
m a d e . When pumping a t 1285 g p m . , t h e drawdown 
w a s 16 ft. f r o m a w a t e r l eve l of 270 ft. below the 
pump b a s e . 
Between Nov. 7, 1944 and F e b . 9, 1945, the 
wel l was r e p a i r e d and a new pump i n s t a l l a t i o n was 
m a d e . Af ter the old pump was pul led on Nov. 10, 
1944, the w a t e r l eve l was 368 ft. below the t o p . A 
b r idge was found at a depth of 1268 ft., which was 
r e m o v e d ; and the wel l w a s c l eaned out to a depth 
of 1940 ft. A 12- in . l iner w a s p l aced be tween the 
dep ths of 661 and 1140 ft. It w a s s lo t ted at dep ths 
of 842.8 , 993.7, and 1097.7 ft. At the depth of 
1140 ft. , a 10- in . l i n e r , 101 ft. long, w a s c o n -
nec ted with a 12- in . to 10- in . r e d u c e r 2 ft. long. 
Pumping o p e r a t i o n s w e r e r e s u m e d o n F e b . 
10, 1945. When pumping at 1662 gpm. , the d r a w -
down was 12 1/2 ft. f r o m a w a t e r l eve l of 372 1/2 
ft. Pumping w a s continued on a schedule of 2 to 
3 h r . da i ly with m a x i m u m r e s t p e r i o d s of 15 to 16 
h r . Daily r e a d i n g s w e r e t a k e n be tween A p r . 1 , 
1945 and D e c . 3 1 , 1945, and Table 3 shows the 
w a t e r l eve l s i n ft. below the p u m p b a s e w e r e r e -
por ted : 
TABLE 3 
M r . Opper s ta ted tha t in Aug. 1948, s ixty ft. 
of 10- in . co lumn p ipe , a new pump, and a i r l i nes 
w e r e added. 
The pumping in s t a l l a t i on now c o n s i s t s of 480 
ft. of 10- in . co lumn pipe; 15 1/2-in., 11-s tage 
P e e r l e s s t u rb ine pump des igned to de l ive r 1200 
gpm. aga ins t 495 ft. of head ; the o v e r a l l length 
of the pump is 10 ft.; 2 a i r l i n e s , one on the no r th 
s i d e , 480 ft. long, and the o the r on the south s i d e , 
491 ft. long; the ex is t ing 200-hp . E l e c t r i c M a -
c h i n e r y C o . m o t o r had b e e n ove rhau led and r e -
in s t a l l ed . M r . Opper s ta ted t ha t in Aug. 1948 the 
non-pumping wa te r l eve l was 390 ft. below floor 
l eve l and af ter 1-hr. pumping at 1350 gpm. the 
drawdown was 10 ft. After the s e c o n d - h o u r p u m p -
ing at 1324 g p m . the drawdown w a s 15 ft. Two 
h o u r s af ter stopping the pump the w a t e r l eve l w a s 
393 ft. 
Water f r o m Well No. 2 is of v a r i a b l e c o m p o s i -
t ion depending on the s a m e f a c t o r s which inf luence 
the qual i ty f r o m Well No. 3 . F i f teen s a m p l e s 
co l l ec ted f r o m 1931to 1945 s h o w e d a m i n e r a l c o n -
ten t of 652 to 793 p p m . , a h a r d n e s s of 248 to 375 
p p m . , a c h l o r i d e content of 33 to 158 ppm. , and a 
sulfa te content of 130 to 228 p p m . In G e n e r a l the 
p r e s e n c e of a g r e a t e r p ropo r t i on of w a t e r f r o m 
the N i a g a r a n dolomi te i s i nd ica ted . 
A q u a l i t y - s o u r c e t e s t (Ana lyses N o s . 1 0 4 , 6 1 8 -
104,625) conducted Oct . 29 , 1945 showed the fo l -
lowing tabula ted data on s a m p l e s co l l ec t ed af ter 
15 1/2-hr. id le pe r iod : 
The a n a l y s e s show the f i r s t s a m p l e to conta in 
a h igh p r o p o r t i o n of w a t e r f r o m the N i a g a r a n 
do lomi t e ; the next 3 s a m p l e s to conta in an a p -
p r e c i a b l e p r o p o r t i o n of wa te r f r o m the Mt. S imon 
sands tone ; and subsequen t s a m p l e s to conta in a 
somewha t l e s s e r p r o p o r t i o n o f w a t e r or ig ina t ing 
R i v e r s i d e - 3 
in the Mt. S imon sands tone and s l ight ly g r e a t e r 
p ropor t ion of w a t e r o r ig ina t ing in the Ga lesv i l l e 
s a n d s t o n e . 
The combined m e t e r e d pumpage for the y e a r s 
1943, 1944, and 1945 a v e r a g e d 582,685 gpd. which 
v a r i e d f rom an a v e r a g e win te r pumpage of 526,660 
gpd. to an a v e r a g e s u m m e r d e m a n d of 722,900 
gpd. During t h e s e y e a r s , Well No. 3 fu rn i shed 
n e a r l y 44% of the to t a l w a t e r u s e d . Al l wa te r for 
the public supply h a s b e e n ch lo r ina t ed s ince 1930. 
In June 1948 a 16- in . and 12- in . pipe l ine c o n -
nect ion was m a d e to the 2 0 - i n . Brookf i e ld -Nor th 
R i v e r s i d e Water C o m m i s s i o n s feeder l ine n e a r 
the i n t e r s e c t i o n of Bloomingbank and B a r r y p o i n t 
R o a d s . Th i s supply is u sed as a s tandby and a 
m i n i m u m of 100,000 gpd. is u sed with a n o r m a l 
s u m m e r m a x i m u m of 400,000 gpd. 
S a m p l e - s t u d y log of Well No. 3 furnished by the State Geological Survey : 
4 - Riverside 
LABORATORY NO. 106,407 
Analyses Nos. 104,618 - 104,625 
I l l ino is Sta te Water Survey - Bul le t in No. 40 
A publ ic w a t e r supply was ins t a l l ed by the 
vi l lage of Roanoke (1090) in 1914. 
The v i l lage d r i l l ed a we l l in 1910 or 1912 to a 
depth of 120 ft. and loca ted no r thwes t of the 
pumping s ta t ion to the r e a r of the v i l lage ha l l on 
ground 20 ft. h igher than we l l s at the pumping 
s ta t ion . I t h a s 10- in . cas ing and is l ined with 
yellow poplar wood. The wel l flows and is s t i l l 
in u s e but i s not connected to the v i l lage w a t e r 
s y s t e m . A n a l y s i s of a s a m p l e (Lab . No. 48855) 
co l l ec ted Dec . 20, 1922, showed the wate r to have 
a h a r d n e s s of 21.4 g r . p e r ga l . , a m i n e r a l content 
of 468 p p m . , and an i r o n content of 3.0 p p m . 
Methane gas i s r e p o r t e d to be p r e s e n t in the w a -
t e r . 
Wate r i s obtained f r o m four we l l s d r i l l ed in 
1913 by E b e r t & Son, Washington. The we l l s a r e 
in a s q u a r e a r r a n g e m e n t , with 30 ft. spac ing b e -
tween we l l s and loca ted in Block 2 3 , south of the 
Santa Fe R. R. r i g h t - o f - w a y , and e a s t of J e f f e r -
son St. (or app rox ima te ly 480 ft. N. and 200 ft. 
W. of the S. E. c o r n e r of Sect ion 15, T. 27 N . , R. 
1 W.). 
The tops of the we l l s a r e s e a l e d , and each 
wel l is connected to the suc t ion l ine of a McGowan 
6 x 10- in . t r i p l ex pump which is o p e r a t e d at a 
speed of 50 r p m . , with a d i s p l a c e m e n t of 185 gpm. 
The pump is d r iven by a 15-hp. Cen tu ry e l e c t r i c 
s i n g l e - p h a s e m o t o r . The McGowan pump is now 
used for e m e r g e n c y and as a f i re pump. 
E a c h wel l is ca sed with 4 - i n . pipe to a depth 
of 22 ft., and a Cook s c r e e n 8 ft. long is p laced 
below the cas ing in sand and g r a v e l . Top of the 
we l l s is at e leva t ion 715± ft. 
P r a c t i c a l l y a l l of the w a t e r is now pumped 
f r o m Wells No. 1 and 2 by a F a i r b a n k s - M o r s e 
cen t r i fuga l pump r a t e d at 110 g p m . and powered 
by a 5 -hp . F a i r b a n k s - M o r s e e l e c t r i c m o t o r . 
When the we l l s w e r e d r i l l e d , the w a t e r l eve l 
was four feet be low the top of the w e l l s . P u m p -
ROANOKE 
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ing in one wel l for 48 h r . at a r a t e of 35 gpm. 
with one s top of 30 m i n . in the e a r l y p a r t of the 
t e s t , l owered the w a t e r l eve l i n t h e o the r t h r e e 
we l l s by one foot. 
On D e c . 20, 1922 when the pump had opera ted -
for four h o u r s , d rawing w a t e r f r o m a l l four w e l l s , 
the valve on the suct ion l ine to one of the w e l l s 
was c losed , and the w a t e r l eve l in tha t wel l w a s 
7 1/2 ft. below the ground s u r f a c e . The pump was 
then s topped, and the w a t e r l eve l r a i s e d 27 in . in 
one hour and r a i s e d ano ther inch dur ing the next 
h o u r . 
In M a r . 1947 the non-pumping wa te r l eve l was 
e s t i m a t e d to be s ix feet below the top of the w e l l s . 
A n a l y s i s of a s amp le (Lab . No. 109,531) c o l -
l ec t ed M a r . 13, 1947 af ter the pump had been o p -
e r a t i ng about 15 m i n . , showed the w a t e r f r o m 
Wel l s No . 1 and 2 to have a h a r d n e s s of 26.9 g r . 
pe r ga l . , a r e s i d u e of 567 p p m . , and an i r o n c o n -
t en t of 0.6 p p m . 
Water i s pumped over an a e r a t o r and th rough 
a f i l te r for i r o n r e m o v a l . 
P u m p a g e i s e s t i m a t e d a t 60,000 gpd. 
Two we l l s w e r e d r i l l ed dur ing A p r . and May, 
1947 at the s i te of the mun ic ipa l t r e a t i n g p lan t . 
The Nor th Well is 39 ft. deep and c a s e d with 29 
ft. of 10- in . pipe and 10 ft. of Johnson s c r e e n . 
The upper four feet of the s c r e e n h a s No. 60 s lot 
open ings , and the lower s ix feet h a s No. 80 s lo t 
open ings . 
On May 13, 1947 a t e s t pump w a s i n s t a l l ed in 
the Nor th Well by the d r i l l e r ; and af ter 1 1/2-hr. 
pumping at 450 gpm. , the drawdown w a s 12 1/2 ft. 
below a non-pumping w a t e r l eve l of seven feet 
below the top of the c a s i n g . 
On July 2 3 , 1947 both we l l s w e r e capped and 
p u m p s w e r e to be ins t a l l ed a t a l a t e r d a t e . 
LABORATORY NO. 109,531 
I l l inois S ta te Water Survey - Bul le t in No. 40 
A publ ic w a t e r supply w a s in s t a l l ed by the 
v i l l age of R o b e r t s (379) in 1890. 
Water w a s obtained f rom a wel l d r i l l ed to a 
depth of 216 ft. In 1907, the we l l was r e a m e d out 
f r o m the o r i g i n a l d i a m e t e r of 3 in . and c a s e d with 
206 ft. of 4 - i n . pipe and 10 ft. of s t r a i n e r . In 
1915 the non-pumping w a t e r l eve l was 95 ft. be-
low a ground e l eva t ion of 780 i ft . , and w a s sa id 
to lower v e r y l i t t le dur ing pumping . In 1916 a 
p u m p cy l inde r was d ropped in the wel l and the 
we l l w a s abandoned. 
In 1916, a wel l w a s d r i l l e d to supply w a t e r for 
a c r e a m e r y , but af ter a few mon ths the wel l was 
p u r c h a s e d by the v i l l age and w a s des igna ted as 
Well No. 2 , and now known as the Nor th Wel l . 
The wel l was d r i l l e d to a depth of 220 ft. by 
Otto S t i egman , R o b e r t s , and loca ted a t t he p u m p -
ing s ta t ion back of the v i l lage h a l l on Main St; , 
n o r t h of Maple St. (or a p p r o x i m a t e l y 2255 ft. S. 
and 1438 ft. W. of the N. E. c o r n e r of Sect ion 2 1 , 
T . 25 N . , R. 9 E . ) . 
Well No . 3 was d r i l l ed in 1917 to a depth of 
225 ft. by C h a s . R o b e r t s , R o b e r t s , and loca ted 13 
ft. w e s t of Well No. 2. 
Both we l l s w e r e c a s e d with 3 - in . pipe and 
with 10 ft. of 3- in . p e r f o r a t e d pipe wrapped with 
No. 60 g a u z e . 
In 1922, the non-pumping w a t e r l eve l was r e -
- p o r t e d to be 100 to 125 ft. 
The ga lvan ized cas ing in Well No. 3 was 
r u s t e d out in 1939. The we l l was fi l led with 
c o n c r e t e and abandoned . 
E a c h wel l w a s equipped with a s i n g l e - s t r o k e 
p lunger p u m p , with an 18- in . s t r o k e , and o p e r -
ROBERTS 
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Oc t . 24, 1948 
a t ed a t 22 gpm. Both p u m p s w e r e o p e r a t e d as a 
uni t f r o m a walking b e a m . P o w e r w a s furnished 
by a 7 1/2-hp. G e n e r a l E l e c t r i c m o t o r . 
Well No . 4 , now known as South Wel l , was 
d r i l l e d in Apr . 1940 to a depth of 232 ft. by M. 
E b e r t C o . , Washington , and loca ted 13 ft. south of 
Well No. 2 . 
C o r r e l a t e d d r i l l e r ' s log of Well No. 4 furnished 
by the State Geolog ica l Survey : 
Well No. 4 w a s c a s e d with 4 - i n . pipe to a depth 
of 222 ft. and with 10 ft. of 4 - i n . Cook s c r e e n , 
having No. 14 s lot open ings . When comple t ed the 
s ta t ic w a t e r l eve l was 86 ft. be low the ground 
l e v e l . 
Well No. 4 is equipped with a s ingle s t roke 
plunger p u m p , having a E u r e k a cy l inder with 
19 1/2-in. s t r o k e , and o p e r a t e d at 23 gpm. Wel ls 
No . 4 and 2 a r e now o p e r a t e d as a uni t f r o m the 
walking b e a m . The 7 1 /2-hp . m o t o r i s s t i l l in 
u s e . The combined d i s c h a r g e i s a b o u t 32 gpm. 
Ana lys i s of a s amp le (Lab . No. 116,240) c o l -
l ec ted Oc t . 24, 1948 f r o m Wel ls No. 2 and 4 
showed t h i s w a t e r to have a h a r d n e s s of 25.6 g r . 
pe r ga l . , a r e s i d u e of 632 p p m . , and an i r o n c o n -
ten t of 2.3 ppm. 
P u m p a g e i s e s t i m a t e d to a v e r a g e 19,200 gpd. 
LABORATORY NO. 116,240 
Illinois State Water Survey - Bulletin No. 40 
Robien Subdivision, an unincorporated com-
munity development by C .L . Wilkihs Inc., Peoria, 
is located on U. S. Highway No. 24 about 5 1/4 
miles west of Washington. 
A well was drilled in 1940 to a depth of 218 
ft. by Chris Ebert , Washington and located about 
1/4 mile north of the Highway or approximately 
400 ft. N. and 1300 ft. W. of the S. E. corner of 
Section 24, T. 26 N., R. 4 W.). The ground e le-
vation at the well site is 685t ft. No log is avail-
able but the dri l ler reported penetrating a thick 
clay layer and setting the screen in coarse sand 
and gravel. Rock was not encountered. The well 
was cased with 6-in. steel pipe from 2.0 ft. above 
to 212 ft. below ground level and with 6.0 ft. of 
6-in. Johnson Everdur, shutter-type, bronze 
screen. 
ROBIEN SUBDIVISION 
Tazewell County 
September 15, 1949 
The pumping equipment consists of 197 ft. of 
4-in. column pipe; 28-stage Peer less turbine 
pump, No. 34477, having an overall length of 8.5 
ft., the pump is rated at 75 gpm. against 75 psi . 
p ressure head; under current operating condi-
tions the discharge rate is reported to be about 
125 gpm. against a low head, 15-hp., 1750 rpm. 
electric motor. 
Analysis of a sample (Lab. No. 119,387) col-
lected Sept. 15, 1949 when pumping at 125 gpm. 
showed this water to have a hardness of 21.1 gr . 
per gal., a residue of 375 ppm., and an iron con-
tent of 1.6 ppm. 
The water is treated for iron removal. 
Pumpage in 1948 averaged 23,300 gpd. 
LABORATORY NO. 119,387 
I l l inois Sta te Water Survey - Bul le t in No . 40 
A publ ic w a t e r supply was f i r s t i n s t a l l ed in 
the c i ty of Robinson (4311) in 1896 by a m a n 
named B a r t m u s s . After s e v e r a l changes i n o w n e r -
sh ip , the plant was p u r c h a s e d by the C e n t r a l I l -
l ino is Pub l i c Se rv ice C o . in 1910. In 1940, the 
s y s t e m was p u r c h a s e d by the I l l ino is C i t i e s Water 
C o . , the p r e s e n t o w n e r s . The s y s t e m a l s o f u r n -
i s h e s w a t e r to P a l e s t i n e and Oblong. 
Water was o r ig ina l ly obta ined f r o m 5 we l l s 
be tween 80 and 90 ft. deep and loca ted in the c i ty . 
In 1910, a dug wel l was c o n s t r u c t e d 6 m i l e s 
e a s t of Rob inson . Th i s wel l was r e p o r t e d to be 
28 ft. deep and 24 ft. in d i a m e t e r . 
The wel l wa l l s w e r e of b r i c k , and w e r e 14 -
in . t h i ck , with the top extending 2 ft. above the 
g round s u r f a c e . 
Water was o r ig ina l ly pumped by e i t h e r of 2 
P l a t t - I r o n W o r k s C o . duplex s t e a m p u m p s . 
The non-pumping w a t e r l eve l in 1914 was r e -
po r t ed to be 20 ft. below the s u r f a c e . In 1925, i t 
w a s r e p o r t e d that the wel l was s e l d o m used . The 
we l l was abandoned and fi l led before 1928. 
Ana lys i s of a s a m p l e (Lab . No. 22841) showed 
the w a t e r to have a h a r d n e s s of 10.8 g r . p e r ga l . , 
a r e s i d u e of 217 p p m . , and a t r a c e of i r o n . 
In 1916, two we l l s w e r e d r i l l e d and loca ted 
55 ft. a p a r t , and 15 ft. w e s t of the dug wel l (or 
a p p r o x i m a t e l y 2500 ft. N. and 2090 ft. E. of the 
S. W. c o r n e r of Sect ion 34, T. 7 N . , R. 11 W.). 
The ground sur face e l eva t ion a t the well s i te i s 
450± ft. 
E a c h wel l was d r i l l e d 10 in . in d i a m e t e r , to 
a t o t a l depth of 50 ft. , and each was equipped 
with a 16-ft. length of Johnson s c r e e n , having 
No. 30 s lot open ings . 
Water is pumped by e i t he r of two 4 - s t a g e 
Mani s t ee I ron Works Co . , cen t r i fuga l pumps l o -
ca t ed in the b a s e m e n t of the pumping s t a t ion . 
E a c h pump is r a t e d a t 400 gpm. a g a i n s t 520 ft. 
of h e a d , ope ra t ing at 1750 r p m . ; and d i r e c t l y 
connected to a 7 5 - h p . G e n e r a l E l e c t r i c mo to r No. 
5309272 ope ra t ing a t 1760 r p m . The equ ipment 
i s in p lace but h a s not been in s e r v i c e s ince 
1943. The we l l s m a y be abandoned af te r Well No. 
5 is p l aced in s e r v i c e . 
Ana lys i s of a s amp le (Lab . No. 89985), c o l -
l ec t ed M a r . 5, 1941, showed the w a t e r to have a 
h a r d n e s s of 14.0 g r . p e r g a l . , a r e s i d u e of 313 
ROBINSON 
Crawfo rd County 
May 6, 1948 
p p m . , and an i r o n con ten t of 0.3 p p m . 
Well No . 3 , o r Thorpe Wel l , was c o n s t r u c t e d 
in 1926 by T h o r p e C o n c r e t e Well C o . , Al ton , and 
is located about 75 ft. e a s t of the 10- in . w e l l s . 
T h i s we l l is about 60 ft. deep and is c a s e d 
with 26 - in . id . p o r o u s c o n c r e t e cas ing below the 
bo t tom of the p i t 8 ft. be low the p r e s e n t pump 
b a s e . 
In 1928, t h e n o r m a l demand was suppl ied by 
th i s w e l l . The non-pumping w a t e r l eve l was 26 
ft. 3 in . below the wel l c u r b , and the drawdown 
was r e p o r t e d to be 3 ft. af ter 2 or 3 - h r . p u m p -
ing . In 1938, the non-pumping w a t e r level w a s 
21 ft. 3 in . and the pumping l eve l 27 ft. 11 in . 
be low the wel l c u r b . In 1941 w a t e r was pumped 
f r o m t h i s we l l at a r a t e of about 345 gpm. for 
about 8-10 h r . p e r day . The pumping w a t e r l eve l 
w a s 33 ft. 10 in . be low the top of the wel l c u r b . 
Ana lys i s of a s amp le (Lab . No. 83708), c o l -
l ec t ed June 17, 1938, showed the w a t e r to have a 
h a r d n e s s of 16.6 g r . pe r g a l . , a r e s i d u e of 362 
p p m . , and an i r o n content of 0.26 p p m . 
Well No. 4 or Kel ly 1941 Well , was c o n -
s t r u c t e d in 1941 by the Kel ly Well Co . , Grand 
I s land , Neb . , and loca ted about 125 ft. south and 
70 ft. w e s t of Well No. 3 (or a p p r o x i m a t e l y 2375 
ft. N. and 2105 ft. E. of the S.W. c o r n e r of S e c -
t ion 34). 
The wel l is 70 ft. 10 in . deep below a g round 
su r face e l eva t ion of 450± ft. The bo t tom of the 
wel l is 72 1/2 ft. below the p u m p b a s e . 
C o r r e l a t e d d r i l l e r ' s log of Wel l No. 4 furn ished 
by the State Geolog ica l Survey : 
The wel l i s c a s e d with 17- in . id . by 22- in . od. 
c o n c r e t e pipe f r o m 1 ft. 8 in . above to 34 ft. 2 i n . 
below the ground s u r f a c e . A p e r f o r a t e d c o n c r e t e 
s c r e e n of the s a m e s ize ex t ends f r o m 34 ft. 2 in . 
to 70 ft. 2 in . , and a c o n c r e t e plug ex tends to 70 
ft. 10 in . A 26 - in . p r o t e c t i v e cas ing back- f i l l ed 
with c o n c r e t e was p laced to a depth of 22 ft. b e -
low the pump b a s e . G r a v e l was packed a r o u n d 
2 - Robinson 
the casing and screen as follows: 50-in. diameter 
from surface to 18 ft.; 46-in. diameter from 18 
to 44 ft.; 44-in. diameter from 44 to 71 ft. 
When the well was completed, the contractor 
reported that when pumping at a rate of 625 gpm. 
the drawdown was 5 ft. 2 in. from a non-pumping 
water level of 24 ft. 10 in. below the ground su r -
face. 
The pumping installation, made June 6, 1941 
consists of: 40 ft. of 7-in. column pipe; 10-in., 
17-stage Sterling turbine pump, No. S3838, rated 
at 600 gpm. against 500 ft. of head, the overall 
length of the pump is 12 ft. 3 15/16 in.; 50 ft. of 
1/4-in. copper tubing air line; 10 ft. of 7-in. 
suction pipe with 18 in. of tapered strainer; 100-
hp. Westinghouse electric motor. 
In Table 1 are shown water level observa-
tions in Well No. 4, on Nov. 8, 1946, and Feb. 14, 
1948. There was no other pumping in the vicinity 
of Well No. 4. The water levels are in ft. below 
the pump base. 
Well No. 4 is the principal source of supply. 
Analysis of a sample (Lab. No. 114,50 6) col-
lected Apr. 29, 1948, after 28-hr. pumping at 
620 gpm., showed this water to have a hardness 
of 14.9 gr. per gal., a residue of 336 ppm., and 
an iron content of 0.1 ppm. 
Well No. 5, or Kelly 1947 Well was constructed 
in Dec. 1947by the Kelly Well Co., and is located 
about 40 ft. north and 120 ft. east of Well No. 4 
(or approximately 2415 ft. N. and 2225 ft. E. of 
the S. W. corner of Section 34). 
The well is reported to be 60 ft. deep below 
a ground surface elevation of 450± ft. and to be 
constructed in the same manner as Well No. 4. 
A protective casing, back-filled with concrete, is 
set from 2 ft. above to 22 ft. below ground level. 
The well was not yet equipped for service in May 
1948. 
A production tes t was made from Well No. 
5 by the contractor on Jan. 19, 1948. The influ-
ence of pumping in Well No. 5 was observed in 
Well No. 3 where there was no pumping, and 
observed in Well No. 4 where pumping was con-
tinuous. Water levels were measured from the 
pump base of the observed well. The observa-
tions are shown in Table 2. 
TABLE 2 
In May, 1948, Well No. 5 had not yet been 
equipped for service. 
The combined metered pumpage from Apr. 
1, 1947, to Apr. 1, 1948, averaged 724,850 gpd. 
The distribution of pumpage was: 
Robinson - 575,770 gpd. 
Palestine - 62,940 gpd. 
Oblong - 86,140 gpd. 
TABLE 1 
Water Level 
Robinson - 3 
LABORATORY NO. 114,506 
Illinois State Water Survey - Bulletin No. 40 
The city of Rochelle (4200) established a 
municipal water supply about 1876. 
Water was first pumped from an old stone 
quarry near the south end of town by 2 duplex 
pumps. 
About 1897, Well No. 1 was drilled to a depth 
of 1896 ft. by F. M. Gray, Chicago, and located 
near the quarry, on the west side of Eighth St. 
between Ave. " A " and Ave. " B " , about 1000 ft. 
southwest of the pump station. The quarry supply 
was abandoned. The well is 8 in. in diameter at 
the top and was reported to be cased to about 70 
ft. The well was abandoned about 1907 but was 
cleaned and put back into service in 1919, at which 
time the non-pumping water level was reported 
to be 12 ft. below the ground surface and the 
drawdown was 38 ft. when pumping at 500 gpm. 
In 1923, the water level was 30 ft. 
This well is equipped with 150 ft. of 4-in. 
column pipe; 4-in., 4-stage A. D. Cook turbine 
pump; 10 ft. of 4-in. suction pipe; 169 ft. of air 
line which extends 19 ft. below the top of the 
bowls; 25-hp. U. S. electric motor. This pump 
discharges at a rate of 190 gpm. and is used to 
supply water to the swimming pool and is main-
tained as a standby for emergency use. 
Analysis of a sample (Lab. No. 41220) col-
lected in June 1919, showed water from Well No. 
1 to have a hardness of 16.9 gr. per gal., a r e s i -
due of 307 ppm., and no iron content. 
Well No. 2 was drilled in 1907 to a depth of 
1026 ft. by the J. P. Miller Artesian Well Co., 
Chicago, and is located just outside the power 
station, (approximately 400 ft. N. and 1000 ft. E. 
of the S. W. corner of Section 24, T. 40 N., R. 1 
E.). The ground elevation is 793± ft. 
In 1940, the well was " s h o t " and then plugged 
at 800 ft. by Frank Gray. A 10-in. casing was 
set from the surface to 150 ft. Grout was placed 
outside the casing. 
In 1930, the well was equipped with 145 ft. of 
column pipe; 8-in., 8-stage American Well Works 
turbine pump rated at 250 gpm.; 20-hp. U. S. E lec -
t r ic Manufacturing Co. motor operating at 1800 
rpm. 
In 1930, the non-pumping water level was r e -
ported to be 35 ft. below the ground surface, and 
in D e c , 1947, the non-pumping water level was 
estimated to be 35 ft., and when pumping at 250 
gpm., the drawdown was 44 ft. 
ROCHELLE 
Ogle County 
Dec. 4, 1947 
On Mar. 4, 1949, Mr. J. H. Russell , Water 
Superintendent, reported that the pumping equip-
ment was replaced in 1948 by 190 ft. of column 
pipe and a 5-in., 7-stage American Well Works 
turbine pump rated at 350 gpm. When pumping in 
1948 at 225 gpm. with this installation the draw-
down was 145 ft. 
Well No. 3 was drilled to a depth of 1484 ft. 
in 1923 by P. E. Millis and Co., Byron, and is 
located 150 ft. east of Well No. 2. 
Hole Record 
20-in. from surface to 131 ft. 
15-in. from 170 to 301 ft. 
12 1/2-in. from 301 to 1484 ft. 
Casing Record 
16-in. od. from surface to 131 ft. 
The well is equipped with 140 ft. of 8-in. col-
umn pipe; 12-in., 6-stage American Well Works 
turbine pump rated at 600 gpm. at 1150 rpm.; 
140 ft. of air line; 10 ft. of 8-in. suction pipe; 40-
hp. General Electric motor operating at 1140 rpm. 
Air line is to the top of the bowls. 
In 1930, it was reported that this well p ro -
duced 680 gpm. with a drawdown of 77 ft. from a 
non-pumping water level of 35 ft. below the ground 
surface. On Dec. 4, 1947, the non-pumping water 
level was estimated to be 35 ft. below ground sur-
face and the drawdown was 100 ft. when pumping 
at 680 gpm. Mr. Russell reported that on Mar. 
4, 1949, when pumping at 560 gpm., the draw-
down was 140 ft. 
Analysis of a sample (Lab. No. 82732) col-
lected Jan. 6, 1938, showed this water to have a 
hardness of 16.4 gr. per gal., a residue of 328 
ppm., and an iron content of 0.07 ppm. 
Well No. 4 was completed to a depth of 1450 
ft. in Jan. 1929 by P. E. Millis and Co., and lo-
cated 150 ft. east of Well No. 3. 
Hole Record 
20-in. from surface to 135 ft. 
15-in. from 135 to 487 ft. 
12-in. from 487 to 1450 ft. 
Casing Record 
16-in. casing from surface to 135 ft. 
12-in. liner from 426 to 487 ft. 
2 - Roche l le 
The wel l is equipped with 140 ft. of 8- in . 
co lumn pipe; 12- in . , 8 - s t a g e Amer ican Well 
Works t u rb ine pump r a t e d at 640 gpm. ; 10 ft. of 
8- in . suc t ion p ipe; 140 ft. of a i r l ine 30-hp . , 1150 
r p m . G e n e r a l E l e c t r i c m o t o r . 
In 1930, i t was r e p o r t e d t ha t , when pumping a t 
680 gpm. the drawdown was 77 ft. f rom a n o n -
pumping wa te r l eve l of 35 ft. below the ground 
s u r f a c e . On D e c . 4 , 1947, the non-pumping w a t e r 
l eve l was e s t i m a t e d to be 35 ft. below the g round 
sur face and the drawdown was 91 ft. when p u m p -
ing a t 640 gpm. M r . R u s s e l l r e p o r t e d tha t on 
M a r . 4 , 1949, when pumping at 660 g p m . , the 
d rawdown was 96 ft. 
Ana lys i s of a sample (Lab . No. 112,801) c o l -
l ec t ed Dec . 4 , 1947 after 2 - h r . pumping at 640 
gpm. , showed th i s wa te r to have a h a r d n e s s of 
19.1 g r . p e r ga l . , a r e s i d u e of 325 ppm. , and an 
i r o n content of 3.9 ppm. A p r e v i o u s ana ly s i s of 
a s a m p l e (Lab . No. 82,731) co l l ec ted in 1938 
showed the w a t e r to con ta in 2.0 p p m . i r o n . The 
t e m p e r a t u r e and qual i ty i nd i ca t e s tha t l i t t le i f any 
w a t e r i s being obtained f r o m the lower f o r m a -
t i o n s . 
Water f r o m Wel l s No. 1 , 2 , 3 , and 4 is pumped 
to a r e s e r v o i r . 
Well No. 5 was d r i l l ed in 1938 to a depth of 
502 ft. by W. L. Thorne C o . , Des P l a i n e s , and 
loca ted on the no r th s ide of Sixth St . , one-ha l f 
block e a s t of F o u r t e e n t h St . , (or app rox ima te ly 
2000 ft. N. and 1100 ft. W. of the S. E. c o r n e r of 
Sec t ion 23). The e leva t ion of the ground sur face 
is 820± ft. 
Hole R e c o r d 
10- in . to bo t tom of we l l . 
Cas ing R e c o r d 
15- in . f r o m +1 ft. to 43 ft. 
10- in . f rom +1 ft. to 101 ft. 
The 10- in . c a s ing was sea led in with neat c e -
m e n t g rou t f r o m the bo t tom to the top of the 1 5 -
in . ca s ing . 
A p roduc t ion t e s t was m a d e on Apr . 28, 1938 
by the State Water Su rvey . A p u m p , furn ished by 
the d r i l l e r , was s e t a t 200 ft. be low the ground 
s u r f a c e . After 12 -h r . pumping at 700 g p m . , the 
drawdown was 47 ft. f r o m a non-pumping leve l 
of 36 ft. be low the ground s u r f a c e . 
In 1947, one s tage was added to the pump and 
the pump ins ta l l a t ion c o n s i s t s of 140 ft. of 8 - in . 
column pipe; 6 - s t age A m e r i c a n Well Works t u r -
bine p u m p , No. 61758, having a r a t e d capac i ty of 
650 gpm.; 140 ft. of a i r l ine; 10 ft. of 8- in . s u c -
t ion pipe; 4 0 - h p . G e n e r a l E l e c t r i c m o t o r . 
This pump d i s c h a r g e s at a r a t e of 525 to 575 
g p m . , d i r e c t l y into the m a i n s . In 1946, when 
pumping at 575 gpm. , the drawdown was 92 ft. 
f rom a non-pumping wa te r l eve l of 36 ft. be low 
the ground s u r f a c e . The pump usua l ly o p e r a t e s 
24 h r . dai ly but a t p r e s e n t t ime i s being r e p a i r e d . 
Ana lys i s of a s amp le (Lab . No. 83417) c o l -
lec ted A p r . 28 , 1938, af ter 1 2 - h r . pumping at 700 
g p m . , showed the w a t e r to have a h a r d n e s s of 
16.3 g r . pe r ga l . , a r e s i d u e of 278 p p m . , and an 
i r o n content of 1.3 p p m . 
Well No. 6 was d r i l l ed to a depth of 867 ft. 
in 1942 by the M c C a r t h y Well Co . , St. P a u l , 
Minn. and loca ted on the n o r t h s ide of Ave. " G " 
be tween South 3rd and S o u t h 4 t h St. (or a p p r o x i -
m a t e l y 1625 ft. S. and 1525 ft. W. of Sect ion 25). 
The ground s u r f a c e e levat ion is 800± ft. 
Hole Reco rd 
19- in . f rom su r f ace to 156 ft. 6 in . 
12- in . f r o m 156 ft. 6 in . to 783 ft. 
8 in . 
10-in. f r o m 783 ft. 8 in . to 867 ft. 
Cas ing R e c o r d 
12- in . cas ing f r o m sur face to 156 ft. 
6 in . 
10- in . l i n e r f r o m 613 to 783 ft. 8 in . 
In 1942, the non-pumping w a t e r l eve l was 40 
ft. below the ground s u r f a c e . 
The pump a s s e m b l y c o n s i s t s of 150 ft. of 8-
in . co lumn pipe; 12 - in . , 8 - s t age A m e r i c a n Well 
Works t u rb ine p u m p , r a t ed at 600 gpm.; 150 ft. 
of a i r l ine; 20 ft. of 8- in . suc t ion p ipe; 60-hp . 
G e n e r a l E l e c t r i c m o t o r . 
T h i s wel l h a s not been used for 2 y e a r s , but 
i t i s expec ted to be r e t u r n e d to s e r v i c e , upon 
ins t a l l a t ion of an i r o n r e m o v a l plant about June , 
1948. 
Wate r f r o m Wel ls 5 and 6 is pumped d i r e c t l y 
into the m a i n s . 
In 1947, mun ic ipa l pumpage a v e r a g e d 1 1/4 
m g d . 
Rochelle - 3 
Sample-study log of Well No. 4 furnished by the State Geological Survey: 
LABORATORY NO. 112.801 
Illinois State Water Survey - Bulletin No. 40 
The village of Rockdale (1532) installed a 
public water supply in 1914-1915. 
Water was obtained from a well 660 ft. deep. 
It was located on the village site at the northwest 
corner of Otis and Midland Ave. (or approximate-
ly 500 ft. S. and 1240 ft. E. of the N. W. corner 
of Section 20, T. 35 N., R. 10. E.) . 
The well served as the source of the public 
water supply until Dec. 1944 when the pump was 
removed and the well abandoned. 
A second well was drilled in 1945 about 10 ft. 
east , and it is reported that during the cement-
ing of the new well, the cement grout flowed into 
the old well and plugged it, evidently flowing 
through a rock fissure about 90 ft. below the 
ground surface. 
A log of the mater ia l penetrated, diameter , 
productive capacity, water levels, and mineral 
analyses of the water may be found in Bulletin 
No. 34. 
The new well, known as Well No. 2, was 
drilled to a depth of 1586 ft. by the J. P. Miller 
Artesian Well Co., Brookfield, and completed in 
Feb. 1945. It is located about 20 ft. west of 
Midland Ave. and 110 ft. north of Otis Ave. (or 
approximately 500 ft. S. and 1250 ft. E. of the 
N. W. corner of Section 20). The elevation at the 
ground surface is 565± ft. 
The hole and casing record is given in Table 
1. 
TABLE 1 
Hole -Record 
19 1/4-in. from surface to 431 ft. 5 in. 
13-in. from 431 ft. 5 in. to 586 ft. 
Casing Record 
20-in. surface pipe from 0 to 19 ft. 
14-in. id. from 0 to 431 ft. 5 in. 
The annular space outside the 14-in. casing 
was cement grouted. 
A production test was made on Mar. 1, 1945. 
After 8-hr. pumping at 118 gpm., the drawdown 
was 33 ft. from a water level of 286 ft. below the 
pump base, or a specific capacity of 3.5 gpm. 
per ft. of drawdown. 
ROCKDALE 
Will County 
Oct. 17, 1946 
On Mar. 6, 1945 the well was " s h o t " with 300 
lb. of gelatin between the depths of 1501 and 1515 
ft. A considerable quantity of sand was baled 
out, and after cleaning, the distance to water was 
283 ft. below the top of casing. 
On Mar. 23, and 24, 1945, a production test 
was made. The rate of pumping was increased 
from 300 gpm. at the s tar t to 530 gpm. after 7 
hr . and continued at a uniform rate of 520 gpm. 
for the last 10 hr . of the test . 
Apparent equilibrium was obtained after 12-
hr . pumping with a drawdown of 74 ft. from a 
water level of 284 ft. below the pump base, or a 
specific capacity of about 7 gpm. per ft. of draw-
down. 
The following pump installation was made in 
May 1945: 360 ft. of 5-in. id. column pipe; 8-in., 
18-stage (all bronze bowls) Peer less turbine 
pump rated at a capacity of 275 gpm. against a 
head of 430 ft.; the overall length of the pump is 
10 ft.; 360 ft. of air line; 35 ft. of 5-in. suction 
pipe; 40-hp. electric motor. 
A water level of 290 ft. was reported on June 
26, 1945 after an idle period of 3 months follow-
ing the production tes t . 
On Oct. 7, 1946 a water level of 293 ft. was 
observed after a 6-hr. idle period and a water 
level of 319 ft. after 4 1/4-hr. pumping at an 
average rate of 265 gpm. 
Analysis of a sample (Lab. No. 107,987), col-
lected Oct. 15, 1946 after 2 3 /4-hr . pumping at 
255 gpm., showed the water in Well No. 2 to have 
a total hardness of 13.9 gr. per gal. , a residue 
of 473 ppm. and an iron content of 0.2 ppm. 
This well is now the source of the entire pub-
lic water supply. The pumpage var ies with the 
demand of the U. S. Navy. A maximum pumpage 
of 240,000 gpd. was reported on Dec. 20, 1945 
and an average pumpage of 145,000 gpd. in Oct. 
1946. Water can be supplied to the village by 
the American Can Co. 
The water is chlorinated and had a chlorine 
residual of 1.0 ppm. at the pump house on Oct. 
15, 1946. 
For information relative to the industrial 
wells of the American Can Co., American Steel 
& Wire Co., and Joyce 7-Up Bottling Co., see 
Bulletin No. 34. 
2 - Rockdale 
Sample-study log of Well No. 2 furnished by the State Geological Survey: 
LABORATORY NO. 107,987 
I l l ino is State Water Survey - Bul le t in No. 40 
A publ ic w a t e r supply was ins t a l l ed for the 
c i ty of Rockford (84637) in 1875 or 1876. 
This a r t i c l e is a br ief s u m m a r y . A m o r e 
comple te d e s c r i p t i o n of the Rockford public w a t e r 
supply i s given in State Water S u r v e y ' s R e p o r t 
of Inves t iga t ion No. 2, publ ished in 1948. 
Water was o r ig ina l ly obta ined f rom an i n -
f i l t r a t ion wel l located at the pumping s ta t ion on 
the w e s t bank of Rock River and nor th of P e a c h 
St. , now known as West Je f fe r son St. The wel l 
was 24 1/2 ft. in d i a m e t e r and 20 i / 2 ft. d e e p . 
In 1885 the f i r s t Mt . Simon sands tone wel l was 
d r i l l ed to a depth of 1530 ft. below a sur face 
e l eva t ion of 710.9. and loca ted nea r the pumping 
s ta t ion in Well St. and south of P a r k Ave. F r o m 
1885 to 1888, four addi t iona l deep sands tone 
we l l s w e r e d r i l l ed and in 1897 the sixth, deep 
sands tone wel l was d r i l l ed . 
In 1891, i t was n e c e s s a r y to augment the p u b -
l ic supply. F i v e 8- in . St. P e t e r sands tone we l l s 
w e r e d r i l l e d to ave rage dep ths of 400 ft. The 
five St. P e t e r wel l s and t h r e e of the Mt. Simon 
w e l l s , No. 1, 4 and 6, w e r e connec ted to a shaf t -
and- tunne l s y s t e m which was ins ta l l ed in 1896-
98 . The sha f t - and- tunne l s y s t e m was in o p e r a -
tion unt i l 1926, when i t was abandoned, and r e -
placed by the Tay St. g roup w e l l s . 
A new w a t e r w o r k s p lant was c o n s t r u c t e d in 
1923 and loca ted at Tay and Ceda r St. in the Kent 
C r e e k va l ley about t en b locks w e s t of Rock R ive r 
(or a p p r o x i m a t e l y 1300 ft. N. and 1600 ft. E. of 
the S. W. c o r n e r of Sect ion 22, T. 44 N. , R. 1 E . ) . 
Be tween 1921 and 1926 the Tay S t r e e t Group 
Wel l s w e r e cons t ruc t ed . T h e r e w e r e o r ig ina l ly 
4 we l l s in t h i s g roup and they r a n g e d in dep ths 
f r o m 1600 to 1631 ft. All w e r e c a s e d with 12- in . 
pipe to 100 ft. , below which the hole was 12 in . 
in d i a m e t e r . The e leva t ion of the ground sur face 
i s 720 t ft. I t was r e p o r t e d that r o c k was e n -
coun te red in Group Well No. 2 at a depth of 80 
ft. In 1923 the non-pumping w a t e r level was 29 
ft. below the ground sur face e leva t ion of 730t ft. 
Group Well No. 5 was d r i l l e d in 1926 to a 
depth of 1605 ft. and located at the c o r n e r of Tay 
and P r e s t o n St. The wel l was c a s e d with 16- in . 
pipe to a depth of 97 ft. be low which the hole w a s 
16- in . d i a m e t e r to 300 ft., and 12- in . f r o m 300 
ft. to the b o t t o m . The ground e leva t ion at the 
wel l is 725.9 ft. 
Group Well No. 6 was d r i l l e d in 1926 to a 
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depthof 1608 ft. and loca ted at the c o r n e r of Tay 
and Ches tnu t St. The ground e leva t ion at the 
wel l is 728.5 ft. The wel l was c a s e d with 16- in . 
pipe to a depth of 97 ft., be low which the hole 
d i a m e t e r was 16 in . f rom 97 to 300 ft. , and 12 in. 
f r o m 300 ft. to the bo t tom. 
Ana lys i s of a s a m p l e (Lab . No. 113,685) c o l -
lec ted M a r c h 5 , 1948, showed the wa te r f rom 
Well No. 6 to have a h a r d n e s s of 22.7 g r . p e r 
ga l . , a to ta l m i n e r a l content of 446 ppm. and an 
i r o n content of 0.6 ppm. 
All Tay St. Wells a r e in u s e or ava i l ab le for 
u s e . 
Between 1898, when the sha f t - and - tunne l s y s -
t e m was c o n s t r u c t e d , and 1923, when the Tay St. 
g roup we l l s w e r e d r i l l e d , Unit Wells No. 7 and 8 
w e r e d r i l l ed t o m e e t the i n c r e a s e d s u m m e r d e -
m a n d . B e c a u s e no m o r e we l l s would be d r i l l ed 
in the Tay St. g r o u p , the des igna t ion of those 
wel l s was unchanged. They wil l cont inue to be 
ca l led Group Wel ls 1 to 6 and the Unit Wel ls 
n u m b e r e d f rom 1. The n u m b e r i n g of the Unit 
Wel ls was not in the o r d e r of d r i l l i n g . 
Unit Well No. 7 was d r i l l ed in 1913 to a depth 
of 1503 ft. by Wm. H. C a t e r , C h i c a g o , and located 
a t the F i r e Stat ion a t the n o r t h w e s t c o r n e r of 
18th Ave. and 11th St. (or a p p r o x i m a t e l y 1450 ft. 
S. and 1200 ft. E. of the N. W. c o r n e r of Sect ion 
36) . The ground e leva t ion is 731.9 ft. In 1925 
the non-pumping w a t e r l eve l was 16 ft. and when 
pumping at pump capac i ty , about 1400 gpm. , the 
drawdown was 90 ft. 
Unit Well No. 7A was d r i l l e d in 1947 to a 
depth of 200 ft. by C. W. Var.ner and loca ted 100 
ft. no r th of Unit Well No. 7. The wel l was c a s e d 
with 3 0 - i n . pipe f r o m the su r face to 120 ft. , and 
with 20- in . id . c i . pipe f r o m the su r f ace to 120 
ft. 
The annu la r space be tween the c a s i n g s was 
fi l led with c e m e n t . A 15- in . Johnson s c r e e n was 
s e t f r o m 120 to 200 ft. with 17 ft. of 14- in . od. 
pipe a t t ached to the top of the s c r e e n and a lead 
packe r f i t ted to the top of the 14- in . p ipe . 
A p roduc t ion t e s t was m a d e by the d r i l l e r on 
July 26, 1947, using t e m p o r a r y pumping e q u i p -
m e n t for the t e s t . Before p u m p i n g , t h e w a t e r 
l eve l w a s 36 ft. below the top of the cas ing (e lev . 
732.0±), and af ter 5 - h r . pumping a t r a t e s f rom 
1311 to 1606 gpm. the d rawdown was 23 ft. 
The pumping equ ipment , i n s t a l l ed in June , 
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1948, includes 105 ft. of column pipe; 14-in., 3-
stage Pomona turbine pump, Serial No. SJ 94. 
On June 23, 1948, after the well had been in 
service for 10 days, water was being pumped at 
a rate of 2800 gpm. with a drawdown of 27 ft. 
from a water level of 39 ft. below the pump base. 
Analysis of a sample (Lab. No. 115,049) col-
lected June 10, 1948, showed the water from Unit 
Well No. 7A to have a hardness of 23.3 gr. per 
gal., a total mineral content of 402 ppm. and an 
iron content of 2.7 ppm. 
Unit Well No. 8 was drilled to a depth of 1502 
ft. in 1914-15 by Wm. H. Cater, and located in 
the northwestern part of the city in the triangular 
park at the intersection of Auburn, Camp and 
Douglas St. (or approximately 2600 ft. N. and 
1800 ft. E. of the S. W. corner of Section 13). 
The ground elevation at the well site is 723.9 ft. 
On Jan. 31, 1919, the non-pumping water level 
was 16.5 ft. and when pumping at 15 60 gpm. the 
drawdown was 83.5 ft. 
Unit Well No. 1, originally Well No. 1 of the 
old Peach St. wells and located south of Park 
Ave. in Well St., was reconditioned in 1937-38 by 
W. L. Thorne Co., Des Plaines. The 10 in. c a s -
ing was removed and the well reamed 18 in in 
diameter to 200 ft., and 15 in. from 200 to 1530 
ft. An 18-in. casing was set to rock at 129 1/2 
ft. below the pumphouse floor. 
The pumping equipment consists of 125 ft. of 
12-in. column pipe; 16-in., American Well Works 
L. C. turbine, No. 61518, rated at 2100 gpm. 
against 140 ft. of head at 1180 rpm. Power is 
furnished by a 100-hp., 1175 rpm. General Elec-
tric motor, No. 5454187. 
After the repairs were completed, the water 
level was 18 ft. and when pumping at ra tes of 
680, 910, 1200 and 2100 gpm., the respective 
drawdowns were 36, 47, 56 1/2 and 92 ft. 
In a production test of Jan. 17, 1948, when 
pumping at 1570 gpm., the drawdown was 116.5 
ft. from a water level of 18 ft. 
Analysis of a sample (Lab. No. 113,231) col-
lected Jan. 17, 1948, after 6-hr. pumping at 1570 
gpm., showed the water from Unit Well No. 1 to 
have a hardness of 20.6 gr . per gal., a total min-
eral content of 364 ppm. and an iron content of 
0.2 ppm. 
Unit Well No. 1 is in service. 
Unit Well No. 9 was drilled in 1928 to a depth 
of 1600 ft. by F. M. Gray, Jr . , Milwaukee, Wis., 
and located at the northeast corner of Crosby St. 
and James Ave. (or approximately 850 ft. N. and 
1425 ft. E. of the S. W. corner of Section 19, T. 
44 N., R. 2 E.). The well was cased with 18-in. 
wi. pipe from the surface to 243 ft. 10 in., and 
with 12-in. pipe from 224 to 347 ft. 3 in. Below 
the 12-in. casing the hole is 17-in. diameter to 
350 ft., and 12 1/2-in. diameter from 350 to 1600 
ft. When the well was completed, the static water 
level was 90 ft. below a ground surface elevation 
of 809.4 ft. 
The well was rehabilitated in 1936-37 by W. L. 
Thorne Co. A plug was placed at 530 ft., the base 
of the St. Peter sandstone, and the static water 
level was 105 ft. When pumping at a rate of 400 
gpm., the drawdown was 17 ft. The well was 
then " s h o t " with five 100-lb. charges between 
depths of 680 and 1370 ft. After repai rs were 
completed, the static level was 104 ft. and when 
pumping at a rate of 1300 gpm., the drawdown 
was 37-1/2 ft. 
Unit Well No. 9 is in service. 
Unit Well No. 6 was completed in Feb. 1941, 
to a depth of 1372 ft. by C. W. Varner, Dubuque, 
Iowa, and located in the northeast corner of 
Twenty-second St. and Nineteenth Ave. (or ap-
proximately 1540 ft. S. and 820 ft. E. of the N. W. 
corner of Section 31). The ground elevation at 
the well site is 789.9 ft. 
Unit Well No. 6 was cased with 30-in. pipe 
from 9 ft. 4 in. to 177 ft. 4 in. and with 20-in. 
pipe from 5 ft. 10 in. above to 193 ft. 10 in. below 
ground level. Below the 20-in. casing the hole 
was 20-in. diameter to the bottom of the well. 
The pumping equipment consists of 190 ft. of 12-
in. column pipe; 14 in., 2-stage American Well 
Works L. C. turbine pump, No. 64562, having an 
overall length of 4 ft. 3 in., and rated at 1900 
gpm. against 173 ft. of head at 1765 rpm.; 190 ft. 
of airline; 21 ft. 4 in. of 12-in. suction pipe and 
7.0 ft. of s trainer; 100-hp. General Electric 
motor. 
A production test was made by the dril ler on. 
Feb. 2, 1941. Before pumping, the water level 
was 98.0 ft. below the top of the 20-in. casing 
and, after 8-hr. pumping at 1549.4 gpm., the 
drawdown was 55.0 ft. 
Unit Well No. 6 is in service. 
Unit Well No. 5 was drilled to a depth of 1312 
ft. in 1945 by C. W. Vainer and located northeast 
of the city (approximately 600 ft. N. and 1200 ft. 
E. of the S. W. corner of Section 18). The well 
was cased with 30-in. pipe to a depth of 291 ft. 
and with 20-in. ci . pipe from the surface to 323 
ft. The annular space between the casings was 
filled with grout. Below the 20-in. casing, the 
hole was 20 in. in diameter to the bottom of the 
well. 
A production test was made by the dril ler on 
June 5, 1945. Before pumping, the water level 
was 104 ft. below the top of the 20-in. casing 
(elev. 792.6). Before the 20-in. casing was grout-
ed in, the water level was 11.0 ft. higher. After 
pumping 6 h r . at a rate of 1490 gpm., the draw-
down was 76.23 ft. After the next 1-hr. pumping 
at 1212 gpm., the drawdown was 61.21 ft. and 
after the next 1-hr. pumping at 1000 gpm., the 
drawdown was 50.25 ft. 
The pumping equipment consists of 210 ft. of 
10-in. id. column pipe; 16-in., 2-stage Pomona 
turbine pump, Serial Number SF 1033, designed 
for 1700 gpm. against 193 ft. of head; 100-hp. 
electric motor. 
Unit Well No. 3 was completed to a depth of 
1120 ft. in May, 1948, by C. W. Varner, and lo-
cated about one mile north of the city, about one 
quarter mile west of State Highway No. 2 (or ap -
proximately 960 ft. N. and 1360 ft. W. of the 
S. E. corner of Section 2, T. 44 N., R. 1 E.). 
The well was cased with 20-in. pipe from the 
surface to 207 ft. The annular space outside the 
casing was filled with cement. When the well was 
completed, the static water level was 52.6 ft. be -
low the top of the casing (elev. 757.3). 
Unit Well No. 4 was completed in Jan., 1948, 
to a depth of 1219 ft. by C. W. Varner, and lo-
cated in the southeast part of the city about 1000 
ft. west of Blackhawk bridge (or approximately 
50 ft. S. and 1760 ft. E. of the N. W. corner of 
Section 34). The elevation of the ground surface 
at the well site is 730.0± ft. 
The well was cased with 30-in. pipe from the 
surface to 69 ft. and with 20-in. pipe in a 30-in. 
hole from the surface to 193 ft. The annular space 
between the 20-in. casing and the wall of the 
drill-hole was filled with grout. Below the 20-in. 
casing, the hole was finished at 20-in. diameter. 
Rockford - 3 
Sample-study log of Unit Well No. 4 furnished by 
the State Geological Survey: 
Unit Well No. 10 was completed in Nov. 1947, 
to a depth of 1426 ft. by C. W. Varner and located 
at the junction of Newberg and Alpine Roads, 
about one-half mile east of the southeastern 
limits of the city (or approximately 150 ft. N. and 
1640 ft. W. of the S. E. corner of Section 29, T. 
44 N., R. 2 E.). The ground elevation at the well 
site is 880.0. 
The well was cased with 30-in. pipe from the 
surface to 33 ft. and with 20-in. ci . pipe from the 
surface to 353 ft. The annular space outside the 
20-in. casing was cemented in. Below the 20-in. 
casing, the hole is 20-in. diameter to the bottom. 
The pumping equipment consists of 300-ft. 
of 12-in. column pipe; 16-in. 4-stage Pomona 
oil lubricated turbine pump designed for 2100 
gpm. against 320 ft. of head; 200-hp. electric 
motor. 
In a production test , in Aug. 1948, when pump-
ing at a rate of 2100 gpm., the drawdown was 115 
ft. from a non-pumping water level of 173 ft. be -
low the pump house floor. 
Maximum pumpage for the City of Rockford 
occurred in the summer of 1948, when 21 mg. 
was pumped in one 24-hr. period. 
4 - Rockford 
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LABORATORY NO. 113231 
Illinois State Water Survey - Bulletin No. 40 
The public water supply for the village of 
Rockton (1156) was installed in 1909. 
Water was obtained from one 8-in. diameter 
and two 6-in. diameter wells, located about 12 ft. 
apart , 150 ft. south of Main St. and 35 ft. west of 
Pra i r ie St. (or approximately 1250 ft. S. and 
1350 ft. E. of the N. W. corner of Section 24, T. 
46 N. ,R. 1 E.). The elevation of the ground su r -
face is 740± ft. 
The west well of the group was drilled in 1909 
to a depth of 165 ft. and cased with 6-in. pipe into 
rock at 95 ft. below the ground surface. 
C. D. Acly, Walworth, Wis., made a production 
test in Feb. 1938. When pumping at 80 gpm. the 
drawdown was reported to be 41 ft. below a non-
pumping water level of 21 1/2 ft. 
The East Well was drilled in 1913 to a depth 
of 65 ft. by James Welch and Fred Bruster , Be-
loit, wis . , and was cased with 6-in. pipe to a 
depth of 45 ft. A 20-ft. Cook screen was placed 
in the bottom of the well. 
The center well was drilled in 1920 to a depth 
of 96 ft. by Mr. Koreal, Beloit, Wis., and was 
cased to a depth of 76ft. with 8-in. pipe. A 20-ft. 
Cook screen was placed in the bottom of the well. 
This well was surged in Feb. 1938 by C. D. Acly 
who then made a production test . When pumping 
at 300 gpm. the drawdown was 52 ft. from a non-
pumping water level of 18 ft. below the surface. 
In 1924 water was being pumped in the 3 
wells by a single Fairbanks-Morse 6-in. by 10-
in. duplex power pump, belt-driven by a 10-hp. 
Fairbanks-Morse kerosene engine. The pumping 
equipment in the center well made in 1938 con-
sis ts of 50 ft. of 5-in. column pipe; 7 1/2-in., 5-
stage Layne turbine pump, No. 8901, rated at 250 
gpm. against 150 ft. of head at 1750 rpm.; the 
overall length of the pump is 4 ft.; 20 ft. of 6-in. 
suction pipe; 15-hp. General Electr ic motor, No. 
5431298, operating at 1750 rpm. full load. This 
pump is still in place, and the well serves as an 
emergency supply unit. The abandoned West and 
East Wells were filled with concrete in June, 
1947. 
In 1930, P. E. Millis, Byron, drilled a well 12 
ft. south of the center well. This well is 395 ft. 
deep, 12 in. in diameter and is cased to rock. 
The well is equipped as follows: 66 ft. 5 in. of 7-
in. column pipe; 12-in., 4-stage Layne turbine 
pump, No. 4608, rated at 300 gpm. against 210 ft. 
of head; 20 ft. of 6-in. suction pipe; 30-hp. West-
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inghouse motor operating at 1750 rpm. 
This well is the source of the entire public 
supply. It is reported when drilling was com-
pleted in 1930 that the well overflowed the top of 
the casing which is about 5 ft. below the ground 
surface. The metered discharge rate was 450 
gpm. in June 1947 when pumping to the 100-ft. 
elevated steel storage tank. 
Analysis of a sample (Lab. No. 112,326) col-
lected Oct. 12, 1947, after pumping 3 hr . at 450 
gpm., showed this water to have a total hardness 
of 18.9 gr. per gal., a residue of 327 ppm., and 
an iron content of 0.3 ppm. 
All water is chlorinated at the pumping s ta-
tion. All water used by business and industry 
is metered. The largest consumers are the Rock-
ton Paper & Felt Co. and the Wagon Wheel R e s -
taurant. The average estimated pumpage is 
100,000 gpd. 
In 1938, P. E. Millis, Byron, drilled a well to 
a depth of 199 ft. and located on the school grounds 
about 125 ft. north of Highway No. 2 south of the 
Rock River (or approximately 1800 ft. N. and 700 
ft. E. of the S. W. corner of Section 24). The e le -
vation of the ground surface is 740t ft. 
Sample-study log of well drilled in 1938 furnished 
by the State Geological Survey: 
Hole Record 
10-in. from surface to 104 ft. 
8-in. from 104 to 199 ft. 
Casing Record 
10-in. casing through drift 
7 3/4-in. id. casing from 1 1/2 ft. 
above ground surface to 104 ft. 
The annular space between the 7 3/4-in. c a s -
ing and the 10-in. hole was filled with cement 
grout. 
2 - Rockton 
During a p roduc t ion t e s t when pumping at 120 
gpm. , the drawdown was 44 ft. f rom a n o n -
pumping w a t e r l eve l of 78 ft. be low the top of the 
c a s i n g . 
Ana lys i s of a s a m p l e ( L a b . No. 87368) c o l -
l ec ted M a r . 5 , 1940, showed th i s w a t e r to have a 
to t a l h a r d n e s s of 18.0 g r . pe r g a l . , a r e s i d u e of 
333 p p m . , and no i r o n content . 
This we l l was abandoned as a s o u r c e of s u p -
p ly about Sept. 1, 1947 b e c a u s e of d a n g e r s of 
con tamina t ion and pump diff icul t ies c aused f r o m 
a d i s c h a r g e of cons ide rab l e sand . 
A 7-in. A m e r i c a n Well Works t u r b i n e pump , 
No. 71341, r a t e d at a capac i ty of 170 gpm. a g a i n s t 
207 ft. of head , and a 15-hp . G e n e r a l E l e c t r i c 
m o t o r a r e s t i l l i n p l a c e . 
LABORATORY NO. 112,326 
Illinois State Water Survey - Bulletin No. 40 
The public supply for the city of Roodhouse 
(2557) was obtained originally from springs lo-
cated about 7 1/2 miles northwest of Roodhouse 
(or approximately 1600 ft. S. and 2400 ft. W. of 
the N. E. corner of Section 23, T. 13 N., R. 13 
W.). 
In 1928, Layne North Central Co., Chicago, 
drilled 2 wells located near the springs, each to 
a depth of 150 ft. and cased to 16 ft. with 20-in. 
pipe. The wells were drilled in rock from the 
surface, and are only a few feet apart . The ground 
elevation at the well-site is 458± ft. 
The North Well is equipped with a 15-in., 17-
stage Layne turbine pump, No. 4605, rated at 600 
gpm., with 6-in. suction and 10-in. discharge; 
120-hp. Fairbanks-Morse vert ical diesel engine, 
No. 918164. The bottom of the suction pipe is said 
to be 90 ft. below the top of the well. 
The South Well is equipped with: 15- in . ,12-
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stage Layne turbine pump, No. 4607, rated at 500 
gpm. with 6-in. suction and 10-in. discharge; 75-
hp. Fairbanks-Morse vertical diesel engine. 
In Nov. 1948, the North and South wells were 
reported to discharge 460 and 400 gpm. respec t -
ively, and the non-pumping water level was es t i -
mated to be about 8 ft. below the pump base . 
There is no air line. The pumps are operated 
alternately. 
Analysis of a sample (Lab. No. 116,394) col-
lected Nov. 8, 1948 after 20-minutes pumping 
showed the water in the North Well to have a 
hardness of 19.5 gr . per gal., a residue of 389 
ppm., and an iron content of 0.1 ppm. 
All water is chlorinated. 
Pumpage is estimated to average 200,000 
gpd. 
LABORATORY NO. 116,394 
I l l ino is State Wate r Survey - Bul le t in No. 40 
A publ ic w a t e r supply was ins t a l l ed by the 
v i l l age of Rose l l e (694) in 1925. 
Water is obtained f r o m a wel l d r i l l e d to a 
depth of 182 ft. by W. L. Thorne Co . , Des P l a i n e s , 
and loca ted about 100 ft. no r th of I rv ing P a r k 
Road and 50 ft. e a s t of Rose l l e Road ( a p p r o x i -
m a t e l y 1950 ft. S. and 2300 ft. W. of the N. E. 
c o r n e r of Sect ion 3, T. 40 N . , R . 10 E . ) . The e l e -
va t ion at the ground su r f ace is 770± ft. 
The d r i l l e r r e p o r t e d the following in format ion : 
c a s e d f rom the su r face to a depth of 139.4 ft. 
with 10- in . pipe and the hole f inished a t 10- in . d i -
a m e t e r in soft l ime rock to a depth of 182 ft. w h e r e 
sha le was encoun te red . On Jan . 30, 1926, the 
w a t e r l eve l was 37 ft. 4 in . be low the pump b a s e 
af ter a 2 4 - h r . idle pe r i od and while pumping at a 
r a t e of 110 g p m . f o r 1 1/2 h r . , the drawdown was 
14 ft. 
In 1938 the pump w a s o p e r a t e d cont inuously 
for 14 days with no a p p r e c i a b l e v a r i a t i o n in the 
d i s c h a r g e r a t e of 100 to 110 g p m . 
R O S E L L E 
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The ex i s t ing pump in s t a l l a t i on , m a d e on May 
18, 1947, i s : 120 ft. of 5 - in . id . co lumn pipe; 7-
in . , 15-s tage P e e r l e s s t u rb ine pump S e r i a l No. 
34545, having a r a t e d capac i ty of 170 gpm. a g a i n s t 
240 ft. of head; the o v e r a l l length of the pump is 
88 in . ; 10 ft. of 4 - in . id . suc t ion p ipe ; 120 ft. of 
1 /4- in . copper tubing a i r l ine ; a 15-hp. U. S. e l e c -
t r i c m o t o r . 
On May 17, 1947, the depth of the wel l was 
181 1/2 ft. 
On May 18, 1947, af ter 6 1/2-hr. pumping at 
170 to 180 gpm. a g a i n s t a p r e s s u r e of 57 p s i . the 
d rawdown was 58 ft. f r o m a non-pumping w a t e r 
l eve l of 42 ft. below the pump b a s e . 
A n a l y s i s of a s a m p l e ( L a b . No. 110,475) c o l -
lec ted May 29, 1947 f r o m a t a p in the pump house 
af ter 2 0 - m i n . pumping at 175 g p m . showed t h i s 
w a t e r to have a h a r d n e s s of 19.1 g r . p e r g a l . , a 
r e s i d u e of 441 p p m . , and an i r o n content of 0.5 
p p m . 
P u m p a g e i s e s t i m a t e d a t 37,000 gpd. 
LABORATORY NO. 110,475 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
village of Roseville (1061) about 1895. 
Water was obtained from an abandoned coal 
mine. A well was drilled in 1902 by the J. P. 
Miller Artesian Well Co., Brookfield about 20 ft. 
distant from the mine shaft on village-owned lots 
near the center of the village. The well was 
drilled to a depth of 1350 ft. and cased to a depth 
of 1070 ft. with 6 1/4 -in. pipe. Sandstone was 
penetrated at 1160 ft. The well was equipped 
with a Keystone deep-well cylinder pump with a 
displacement of approximately 75 gpm. The pump 
cylinder was set at 240 ft. 
In 1914 the depth to water in the mine shaft 
was 18 ft. In 1915 the deep well was furnishing 
the entire village supply averaging 20,000 to 
25,000 gpd. In 1923 while the well was out of 
service, due to r epa i r s , the depth to water was 
reported as 140 ft., and the well has filled below 
a depth of 600 ft. 
Due to complete failure of the deep well in 
1924, two wells were drilled in 1924 by Layne-
Bowler Co., Chicago, about 1/2 mile west of the 
village. The wells were 38 and 40 ft. deep r e s -
pectively, and each one was 10 in. in diameter. 
They were abandoned in 1931 when the combined 
yield was 50 gpm. 
Water was then obtained from a dug well, 15 
ft. in depth and 4 ft. in diameter. 
In 1934 a well, now known as No. 1, was drilled 
by W. L. Thorne Co.,Des Plaines, about 1/2 mile 
west of town (or approximately 210 ft. S. and 900 
ft. W. of the N. 'E . corner of Section 36, T. 9 N., 
R. 3 W.). The only available data on this well 
were taken from the engineer 's proposal which 
specified a 30-in. outer casing and a 16-in. inner 
casing with 15 ft. of screen, having No. 250 slot 
openings, set from 19 ft. to 34 ft. below the pump 
house floor. The gravel pack was specified to be 
"pea grave l . " Pumping is by direct suction 
with a Carver centrifugal pump, No. 213,297, and 
a 10-hp., 1750-rpm., General Electr ic motor. 
In Oct. 1946 this pump was being operated 12 h r . 
per day. 
A standby unit is a Dayton-Dowd pump, No. 
56458, rated at 60 gpm. against a head of 170 ft. 
Analysis of a sample (Lab. No. 107,560), col-
lected Aug. 15, 1946, showed the water in this 
well to have a hardness of 10.3 gr . per gal., a 
mineral content of 215 ppm., and an iron content 
of 1.2 ppm. 
ROSEVILLE 
Warren County 
Nov. 5, 1946 
In 1936 Well No. 2 was drilled by W. L. Thorne 
Co. at a location 65 ft. northwest of Well No. 1 (or 
approximately 150 ft. S. and 960 ft. W. of the N. E. 
corner of Section 36). The well was drilled to a 
depth of 21 ft. below the top of the 16-in. inner 
casing which was about 2 ft. above normal ground 
level at 720± ft. 
The casings and screen were set as follows: 
30-in. od. casing from +2 ft. to 14 ft.; 16-in. od. 
casing from +2 ft. to 7 ft.; 16-in. od. No. 250 slot 
screen, with 7 ft. of effective length of screen 
from 12 to 19 ft. below ground surface. 
A production test was made by the State Wa-
ter Survey on July 2 3 - 2 4 , 1936. After 21-hr. 
pumping at 40 gpm., the drawdown was 12.8 ft. 
from a non-pumping level of 3.7 ft. below the top 
of the 16-in. casing. At ra tes of pumping above 
40 gpm., it was reported that the well yielded 
much fine sand. 
Analysis of a sample (Lab. No. 107,561), col-
lected Aug. 15, 1946, showed the water in Well No. 
2 to have a hardness of 11.8 gr . per gal., a min-
era l content of 268 ppm., and an iron content of 
0.1 ppm. 
In Aug. 1946, Well No. 3 was drilled by C. W. 
Varner, Dubuque, at a location 57 ft. north of Well 
No. 1 and 60 ft. east of Well No. 2. The well was 
completed as a stabilized gravel-wall well at a 
depth of 23 ft. below the ground surface. 
The casings and screen were set as follows: 
20-in. od. casing from +4 ft. to 11.3 ft.; 12-in. 
id. casing from +4 to 11.3 ft.; 12-in. id. Johnson 
No. 30 slot screen from 11.3 to 23.3 ft. 
After driving the 20-in. casing to 23 ft., the 
screen and inner casing were installed with 
centering spacers ; and the annular space packed 
with about 28 cu. ft. of washed gravel. The outer 
casing was pulled back, and, by mild surging, 
about 5 ft. of fine sand was pulled into the well. 
The hole was drilled a few inches deeper into 
the underlying clay so that the screen is exposed 
to the full thickness of sand. 
Production tests for all 3 wells were made by 
the State Water Survey on Aug. 14-15, 1946, and 
the non-pumping water level, with all pumps idle 
on Aug. 5, was 4.2 ft. below the top of the 12-in. 
casing of Well No. 3. With pumps in Wells No. 1 
and 2 producing about 30 and 25 gpm. respectively, 
the water level in No. 3 was 8.6 ft. below the top 
of the casing. On Aug. 14, with pumps in No. 1 and 
2 idle, pumping from Well No. 3 produced 39 gpm. 
2 - Ro Seville 
with a water level of 19.3 ft. The specific capac-
ity of Well No. 3 was calculated to be 2.6 gpm. 
per ft. of drawdown. 
Analysis of a sample (Lab. No. 107,559) col-
lected Aug. 15, 1946 after pumping 7 hr . at 35 
gpm., showed the water from Well No. 3 to have a 
hardness of 8.9 gr. per gal., a residue of 235 
ppm., and an iron content of 0.2 ppm. 
Pumpage is estimated at 40,000 gpd. 
LABORATORY NO. 107,559 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed in 1904 
by the village of Rossville (1428). 
Water was obtained originally from three 3 -in. 
wells, each 84 ft. deep and terminating in sand. 
The wells were located back of the Township 
hall. The supply became exhausted and the wells 
were abandoned in 1911. 
In 1910, two 8-in. wells were drilled to depths 
of 126 and 131 ft. and located 25 ft. apart , north 
and south, at the water works plant, on the east 
side of Summit St., south of Holmes St. The North 
Well was abandoned in 1928 and has been plugged. 
Well No. 1 was drilled in 1918 to a depth of 
132 ft. by Harvey Winks, Williamsport, Ind., and 
located at the water works plant, 30 ft. north of 
the old South Well, now called Well No. 2. The 
well is about 105 ft. south of Holmes St. and 103 
ft. east of Summit St. The elevation of the ground 
surface at the plant is 710± ft. Well No. 1 was 
cased with 8-in. pipe to 116 ft. and 14 ft. of Cook 
screen, having No. 58 slot openings. The well is 
equipped with an A. D. Cook No. 813, Size 2L 
double-stroke 5 3/4-in. cylinder pump set at 100 
ft. (in 1938) and having an 18-in. stroke. The 
discharge from this pump, in 1938, was e s t i -
mated at 100 gpm. In Nov. 1924 the non-pumping 
water level was 80 ft. below ground level. 
Well No. 1 is in service during the a spa ra -
gus packing season, Apr. 15 to June 15, and during 
the sweet corn packing season, Aug. 1 to Sept. 15. 
The well is maintained for emergency supply 
during the balance of the year. 
Well No. 2, the south well drilled in 1910 is 
equipped with a Cook double-stroke 5 3/4-in. cyl-
inder pump, No. 1483 Size 1 L, set at 65 ft. (in 
1938) and having an 18-in. stroke. Power is 
furnished by a 10-hp., 1150 rpm. General E lec -
tr ic motor. The discharge from this pump (in 
1938) was estimated at 100 gpm. In 1912 the non-
pumping water level was 65 ft. below the ground 
level. 
Well No. 2 is used during the asparagus and 
sweet corn packing season and otherwise is main-
tained as an emergency supply unit. 
Well No. 3 was drilled in 1928 to a depth of 133 
ft. by A. L. Winks, Lafayette, Ind. This well r e -
placed the old North Well drilled in 1910, and was 
located just a few feet south of that well. It is 7 
ft. south and 16 ft. west of Well No. 1 (or approxi-
mately 2350 ft. S. and 750 ft. E. of the N. W. cor -
ner of Section 12, T. 22 N., R. 12 W.). 
ROSSVILLE 
Vermilion County 
Dec. 8, 1948 
Correlated d r i l l e r ' s log of Well No. 3 furnished 
by the State Geological Survey: 
Well No. 3 was cased with 8-in. pipe to 116 ft. 
and with a 20-ft. length of Cook screen, having 
No. 30 slot openings. The pump assembly, in-
stalled in Apr. 1946, consists of: 90 ft. of 4-in. 
column pipe; 6-in., 6-stage Pomona turbine pump, 
No. SF.492, having a rated capacity of 200 gpm. 
against 180 ft. of head and an overall length of 
about 10 ft.; 88 1/2 ft. of air line; 10 ft. of 4-in. 
suction pipe; 15-hp. General Electric motor. 
On Aug. 12, 1938 the water level in Well No. 
3, with all 3 pumps idle, was 53 ft. below the su r -
face, and with the 3 pumps in operation the draw-
down in Well No. 3 was 18 ft. When only one 
pump was in operation, the drawdown was slight. 
On May 6, 1946, the non-pumping water level 
in Well No. 3 was 50 1/2 ft. below the pump base, 
at ground level, and when pumping at 150 gpm. in 
Well No. 3, with other pumps idle, the drawdown 
was 28 ft. When pumping in Well No. 2 and No. 
3, the drawdown was 29 ft. On Nov. 29, 1948, 
with no pumping in Wells No. 1 and 2 and after 
45-min. pumping at 175 gpm. in Well No. 3, the 
water level in Well No. 3 was 79 ft. below the 
pump base. After a 1 3/4-hour period of no 
pumping in any of the wells, the water level in 
Well No. 3 was 55 1/2 ft. 
In May 1946, the capacity of the well was 
falling off regularly. The well was backwashed 
and surged for 1 1/2 hr . on May 11, while the 
other two pumps were being operated. Very 
little improvement in the well capacity resulted 
and no sand or silt was recovered from the well. 
Later on, surging was resumed and improved 
the yield for periods of four to six weeks. Surg-
ing was continued at various intervals until the 
spring of 1948 when beneficial resul ts from surg-
ing petered out. Muriatic acid was then applied 
and this restored the original capacity and im-
proved Wells No. 1 and 2. Well No. 3 has been 
surged twice since the acid treatment and con-
siderable fine sand was removed each t ime. 
2 - Rossville 
Analysis of a sample (Lab. No. 116,584) col-
lected Nov. 29, 1948 after 3/4-hr . pumping at 
175 gpm. showed this water to have a hardness of 
20.5 gr. per gal., a residue of 384 ppm., and an 
iron content of 2.9 ppm. 
Pumpage is estimated to average 62,000 gpd. 
During the packing season the pumpage is 
estimated to average 225,000 gpd. 
LABORATORY NO. 116,584 
Illinois State Water Survey - Bulletin No. 40 
The installation of a public water supply was 
completed by the village of Round Lake (359) in 
1914. The initial supply was obtained from a 
well drilled to a depth of 350 ft. by Adam Titus, 
Libertyville, in 1912. 
The well is located about 110 ft. south of the 
main track of the Chicago, Milwaukee, & St. Paul 
R. R. and 430 ft. east of Cedar Lake Ave. (or 
approximately 1550 ft. S. and 2400 ft. W. of the 
N. E. corner of Section 29, T. 45 N., R. 10 E.). 
The elevation of the ground surface is 798± ft. 
It is reported that the well is cased with 6-in. 
pipe from the surface to rock at a depth of 230 
ft. below which the well is 6 in. in diameter to 
the bottom. When the well was completed, water 
was pumped at a rate of 150 gpm. for 24 hr . The 
water returned to i ts original level soon after 
the pump stopped. In the summer of 1922 when 
the pump was pulled, the depth to water was 43 
ft. below the pump base. 
The existing pump installation made in Jan., 
1945, consists of 150 ft. of 4-in. od. column pipe; 
6-in. 16-stage Cook turbine pump, Serial No. 
1912; 150 ft. of air line without gage; 10-hp. 
General Electric motor. 
When the installation was completed, a p ro -
duction test was made. When pumping at 175 
gpm., the drawdown was 10 ft. below a non-
pumping water level of 40 ft. below the pump 
base. 
Analysis of sample (Lab. No. 107,669), col-
lected Sept. 10, 1946 after 4-hr . pumping at 125 
gpm., showed this water to have a hardness of 
9.7 gr. per gal., a residue of 434 ppm. and an 
iron content of 0.1 ppm. 
Well No. 2 was drilled in May, 1945 to a depth 
of 359 ft. by Henry Boysen, J r . , Libertyville, and 
located about 360 ft. north of the main track of 
the Chicago, Milwaukee, & St. Paul R. R. and 80 
ft. wrest of the center line of Cedar Lake Ave. 
(or approximately 600 ft. S. and 2175 ft. E. of the 
ROUND LAKE 
Lake County 
Sept. 11, 1946 
N. W. corner of Section 29). The elevation of the 
ground surface is 790t ft. 
Sample-study log of Well No. 2 furnished by the 
State Geological Survey: 
The well was reported cased with 226 ft. of 
10-in. pipe from the surface to a seat in the bed-
rock below which the hole is 10-in. in diameter 
to the bottom. 
An 8 1/2-hr. production test was conducted 
on May 19, 1945. Water was pumped at a rate of 
290 to 295 gpm. during this period. The draw-
down was 107 ft. below a non-pumping water 
level of 51 ft. below the top of casing.-
Analysis of a sample collected May 19, 1945 
showed the water to be of quality very similar 
to that obtained from the No. 1 well excepting for 
a high turbidity and an iron content of 1.4 ppm. 
The temperature was recorded as 51.6° F. 
The average metered pumpage for the period 
from Sept. 1, 1945 to Sept. 1, 1946 was 44,170 
gpd. and varied from an average winter minimum 
of 31,000 gpd. to an average summer maximum 
of 70,500 gpd. 
The water is not treated. 
2 - Round Lake 
LABORATORY NO. 107,669 
Illinois State Water Survey - Bulletin No. 40 
This is a subdivision of par ts of Sections 20, 
21, and 28, T. 45 N., R. 10 E. , plotted as Renchan 
Beach Additions, and developed by L. B. Harr i s 
& Co. for residential purposes. 
By 1946, it comprised 535 houses of which 
about 350 are permanent res idences. 
A community water supply was installed in 
1939 and is owned and operated by the Boysen 
Water Service Co. Water is obtained from 2 
limestone wells drilled by Henry Boysen, Jr . , 
Libertyville. 
Well No. 1, drilled in 1939 to a depth of 279 
ft., is located in Block 155, Lot 18, about 20 ft. 
north of Locust Drive and 100 ft. east of Bellevue 
Drive (or approximately 618 ft. S. and 1450 ft. E. 
of the N. W. corner of Section 28, T.45 N. ,R. 10 
E.). The elevation of the ground surface is 800± 
ft. The well is cased with 6-in. diameter pipe 
from the surface to bed rock at a depth of 250 ft. 
and finished as a 6-in. hole in water-bearing 
limestone. 
Upon completion of the well, a 6-hr. produc-
tion test was made, pumping at a rate of 150 gpm. 
The drawdown was 26 ft. below a non-pumping 
water level of 46 ft. below the ground surface. 
After the well had been in service for 6 years , 
it was tested again for 6 hr . by pumping at a rate 
of 150 gpm. No changes in pumping and non-
pumping water levels were observed. 
The following pump installation is in service: 
180 ft. of 4-in. screwed column pipe; 6-in., 32-
stage Cook turbine pump rated at a capacity of 
200 gpm. against 285 ft. of head; 180 ft. of air 
line; 10 ft. of 4-in. suction pipe; 20-hp. United 
States electric motor. 
Analysis of a sample (Lab. No. 107,780), col-
lected Sept. 30, 1946 after pumping for 12 min. 
at a rate of 200 gpm., showed this water to have 
a total hardness of 11.0 gr. per gal., a residue 
of 426 ppm., and an iron content of 0.4 ppm. 
Well No. 2 was drilled in the winter of 1943 
ROUND LAKE PARK 
Lake County 
Nov. 12, 1946 
and 1944 to a depth of 362 ft., and located 25 ft. 
north of Knollwood Drive and 120 ft. west of 
Grandview Drive (or approximately 550 ft. N. and 
2300 ft. W. of the S. W. corner of Section 21). 
The elevation of the ground surface is 790± ft. 
This well was a failure and was abandoned as 
a dry hole. It was cased with 10-in. diameter 
black pipe from the surface to a depth of 269 ft. 
below which the hole was 10 in. in diameter to 
the bottom. 
Well No. 3, drilled May 2 to 25, 1944 to a 
depth of 313 ft., is located in Block 155, Lot 17, 
about 70 ft. north of Locust Drive and 20 ft. east 
of Bellevue Drive, 100 ft. northwest of Well No. 
1 (or approximately 568 ft. S. and 1350 ft. E. of 
the N. W. corner of Section 28). The elevation 
of the ground surface is 800± ft. The well is 
cased with 10-in. pipe from the surface to a depth 
of 260 ft. below which the hole is 10 in. in d iam-
eter to the bottom. 
Water-bearing limestone was encountered 
20 ft. below bed rock. After completion, an 8-hr. 
production test was made. When pumping at 100 
gpm., the drawdown was 74 ft. below a non-
pumping water level of 46 ft. below the ground 
surface. 
The following pump installation is in service: 
120 ft. of 4-in. screwed column pipe; a 6-in., 
25-stage Cook turbine pump rated at a capacity 
of 150 gpm. against 285 ft. of head; 120 ft. of air 
line; 10 ft. of 4-in'. suction pipe; 15-hp. United 
States electric motor. 
Analysis of a sample (Lab. No. 107,781), col-
lected on Sept. 30, 1946 after 6 min. of pumping 
at a rate of 100 gpm., showed this water to have 
a total hardness of 11.3 gr. per gal., a residue 
of 468 ppm., and an iron content of 0.2 ppm. 
Both wells are in service and are used ex-
tensively during the period from May 1 to Sept. 
30 when all homes are occupied. The maximum 
pumpage is estimated to be 110,000 gpd. and the 
minimum, 50,000 gpd. The water is not treated. 
2 - Round Lake P a r k 
LABORATORY NO. 107,780 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed in 1923 
by the village of Roxana (1225). The village owned 
the distribution system and water was purchased 
from Shell Petroleum Corporation. 
At that time there were seven wells, each 
drilled to a depth of 115 ft. and all wells had been 
constructed by Thorpe Concrete Well Co., Alton. 
Each well was cased with a 26-in. id. porous con-
crete strainer from the bottom to static water l e -
vel and with a solid concrete casing from the top 
of the strainer to ground surface. 
In Nov. 1926, water was being pumped from 
one of the wells at the rate of 3185 gpm. and 
after 16-hr. pumping the drawdown was 13 ft. 11 
in. from a non-pumping water level of 38 ft. be -
low the ground surface. 
At that time the Shell Co. was pumping daily 
at a rate of 11,000 gpm. 
Well No. 10 of Shell Co., was drilled in 1924 
by Thorpe Concrete Well Co. and located 2368 ft. 
N. and 2457 ft. W. of the S. E. corner of Section 
35, T. 5 N., R. 9 W. The well was 120 ft. deep 
below a ground elevation of 447± ft. 
Correlated d r i l l e r ' s log of Shell Co. Well No. 10, 
furnished by the State Geological Survey: 
In 1936, Roxana purchased water from Wood 
River. 
In Mar. 1937, Well No. 1 was constructed for 
the village of Roxana by Thorpe Concrete Well 
Co., and located at the northwest corner of Thomas 
Ave. and Chaffer St. (approximately 1180 ft. N. and 
85 ft. W. of the S. E. corner of Section 27). 
Well No. 1 was 126 ft. deep below a ground e le -
vation of 439± ft. and cased with30-in. solid con-
crete pipe from the surface to 54 ft. and with 30-in. 
id. porous concrete screen from 54 to 126 ft. A 
production test was made by the State Water Sur-
vey on Mar. 25-26, 1937. Before the test the wa-
ter level was 49 ft. below the top of the casing and 
after 5-minutes pumping at 530 gpm. the draw-
ROXANA 
Madison County 
Dec. 1, 1948 
down was 6 ft. The drawdown remained constant 
through 24-hr. pumping at the same ra te . 
The pumping assembly, installed in 1937, con-
sists of 70 ft. of 6-in. column pipe; 8-in., 3-stage 
Johnson turbine pump, No. 6329, having an overall 
length of 6ft.; 2 ft. of tail pipe; 15-hp., 1750 rpm. 
General Electric motor. In Dec. 1948 a new tu r -
bine pump was being installed. The old turbine 
had become clogged with iron deposit. 
Well No. 2 was completed in Apr. 1937 by 
Thorpe at a location 150 ft. north of Well No. 1. 
The well was constructed to the same depth, c a s - . 
ing and screen dimensions as Well No. 1. The 
pumping equipment, installed in 1937, was identi-
cal with that in Well No. 1. The Johnson tu r -
bine pump was No. 6328. 
A production test was made by the State Wa-
ter Survey on Apr. 7-8, 1937. Before the tes t 
the water level was 50 ft. below the top of the 
casing and after 24-hr. pumping at 515 gpm. the 
drawdown was 5 1/2 ft. Pumping in Well No. 2 had 
a negligible effect on the water level in Well No. 1. 
Analysis of a sample (Lab. No. 116,651) col-
lected Dec. 4, 1948 showed this water to have a 
hardness of 18.7 gr. per gal., a residue of 410 
ppm., and an iron content of 4.8 ppm. 
The water from the three wells is t reated for 
iron removal, but in Dec. 1948 Wells No. 1 and 3 
were out 'of service and water was being pur-
chased from Wood River. A sample of treated 
water collected Dec. 3 1, 1948 was found to have 
.04 ppm. iron. 
Well No. 3 was drilled in 1944 to a depth of 
122 1/2 ft. by Thorpe and located 150 ft. south 
of Well No. 1. The well was cased with 30-in. 
id. solid concrete pipe from the surface to 54 
ft. and with 30-in. id. porous concrete pipe from 
54 ft. to the bottom of the well. 
The pumping equipment consists of 80 ft. of 5-
in. column pipe; 10-in., 3-stage American Well 
Works turbine pump, No. 71023, rated at 400 gpm. 
against 103 ft. of head at 1750 rpm.; the overall 
length of the pump is six feet; 80 ft. of air line; 
two ft. of 5-in. suction pipe; 15-hp., 1750 rpm. 
U. S. electric motor. 
When pumping to free discharge, the rate was 
600 gpm. A Johnson right-angle gear and 4-
cylinder gasoline engine are in place for reserve 
power. 
2 - Roxana 
In D e c . 1948 the wel l w a s t e m p o r a r i l y out of 
s e r v i c e b e c a u s e of s o m e r e p a i r work to be done. 
P u m p a g e i s e s t i m a t e d to a v e r a g e 600,000 gpd. 
including wa te r suppl ied to Shell C o . Ref ine ry for 
d r ink ing , s h o w e r s , and t o i l e t s . 
LABORATORY NO. 116,651 
Illinois State Water Survey - Bulletin No. 40 
The city of Rushville (2480) installed a public 
water supply in 1892. 
Water was obtained originally from a well 
drilled in 1887-88 by the J. P. Miller Artesian 
Well Co., Chicago, and located in the northwest 
corner of the public square (or approximately 
1700 ft. N., and 1050 ft. E. of the N. W. corner 
of Section 30, T. 2 N., R. 1 W.). This well was 
reported to be 2500 ft. deep below a ground su r -
face elevation of 670t ft. 
In 1888, the well was reported to be cased 
with 7-in. pipe to a depth of 91 ft. 6 in., and with 
6-in. pipe to a depth of 317 ft. 6 in. The non-
pumping water level was reported to be about 77 
ft. with a pump set a depth of 150 ft., the well 
produced 60 gpm. for 25 hr . The water was high-
ly mineralized, and the supply was abandoned. 
The water works plant was moved to a loca-
tion about 500 ft. north of Adams St. and 500 ft. 
east of the eas tern limits of the city (or approxi-
mately 2300 ft. S. and 1100 ft. W. of the N. E. 
corner of Section 30). The ground surface e le -
vation at the plant is 650± ft. Most of the supply 
was obtained from a pond fed by surface dra in-
age and springs. 
A well, at this location, was used when the 
pond did not furnish sufficient water. This well 
was drilled to a depth of 1510 ft. by Swante Swan-
son, Minneapolis, Minn. in 1902. 
When the well was completed, the yield was 
25-30 gpm. The very high mineral content 
made the water unsatisfactory for domestic and 
industrial uses . 
Analysis of a sample (Lab. No. 10421) col-
lected May 26, 1902, showed the water to have a 
hardness of 43.8 gr. per gal., and a residue of 
4285 ppm. 
A new water supply was installed in 1912. 
This consisted of a pumping station and a dug 
well, called Well No. 1, located in the valley of 
McElho Branch about 5 miles south of the city 
(approximately 100 ft. N. and 100 ft. W. of the 
S.E. corner of Section 19, T. 1 N., R. 1 W.). The 
ground surface elevation at the well site is 470± 
ft. 
This well was 12 ft. in diameter, 24 ft. deep 
and was walled with brick. The walls were laid 
without mortar from the bottom to a height of 
about 4 ft., to allow the water to percolate through. 
RUSHVILLE 
Schuyler County 
June 4, 1948 
Water was pumped originally from this well 
by either of two 3-stage Alberger centrifugal 
pumps, each rated at 250 gpm. against 300 ft. of 
head. The maximum continuous production was 
about 150 gpm. 
Analysis of a sample (Lab. No. 24310) col-
lected Nov. 13, 1912, showed the water to have a 
hardness of 21.0 gr. per gal., a residue of 415 
ppm., and an iron content of 0.3 ppm. 
The yield of this well was insufficient to sup-
ply the demand, so a t i le , connecting to the well, 
was laid below the bed of the s t ream. Later , part 
of the supply was taken directly from the s t ream. 
Well No. 2 was dug in 1920 or 1921, and was 
located 3 1/2 ft. north of Well No. 1. This well 
was constructed of cement blocks with loose con-
crete joints. The well is 14 ft. in diameter at the 
top, 12 ft. in diameter at the bottom and 21 ft. 
deep. When tested by the city, this well produced 
75 gpm. 
Wells No. 1 and 2 were connected with a 10-in. 
pipe. 
Well No. 3 was dug in 1922, and was located 
about 30 ft. southwest of Wells No. 1 and 2. This 
well was 18 ft. in diameter, 20 ft. deep, and was 
curbed with cement blocks with loose joints. 
The non-pumping water level was reported to 
be about 3 ft. below the top of the well, and to be 
lowered about 2 ft. after 6 to 7-hr. pumping. 
In 1922, it was reported that most of the water 
was pumped from the three wells by an 8-in. by 
10-in. Fairbanks-Morse cylinder pump driven by 
a 25-hp. Kerosene engine. Suction pipes extended 
to within 3 ft. of the bottom of Well No. 1, and to 
within 2 ft. of the bottom of Well No. 3. In 1924, 
it was reported that this pump discharged 175 gpm. 
from the 3 wells. 
Well No. 4, the fourth infiltration well, was 
dug 20 ft. deep, 18 ft. long and 8 ft. wide in 1936 
by Glen Valentine, Rushville, and was located on 
the southeast side of McElho Branch, about 1/4 
mile upstream from the pumping station. 
Water was pumped from this well about 21 
hr . per day at an average rate of 35 gpm. 
The supply from all these sources continued 
to be inadequate. Water was piped or pumped 
from McElho Branch to the wells and thence to 
the distribution system at Rushville. 
2 - Rushville 
Well No. 4 caved in and filled up, and the 
other 3 wells were abandoned. 
In 1936, E. W. Johnson, Bloomington, drilled 
a test well at a location southwest of the road and 
a few ft. northwest of McElho Branch. The well 
was drilled to shale and when completed the non-
pumping water level was 7 1/2 ft. When tested 
on July 18-19, 1936, the well produced an aver -
age of 21.5 gpm. for 24 h r . 
Four tes t wells were drilled in 1938 by John 
Goodell, engineer, Beardstown, and were located 
about 6 1/2 mile south and 2 mile east of Rushville, 
(or approximately 2600 ft. S. and 2000 ft. E. of 
the N. W. corner of Section 33, T. 1 N., R. 1 W.). 
The wells in an east-west line, numbered con-
secutively from east to west. Well No. 2 was 
24.5 ft. west of Well No. 1. Well No. 3 was 40 ft. 
west of Well No. 1, and Well No. 4 was 82 ft. west 
of Well No. 1. The ground surface elevation at 
the site is about 435± ft. 
Well No. 1 was 43 ft. deep; Well No. 2 was 28 
ft. deep; Well No. 3, 27 ft. deep; and Well No. 4, 
24 ft. deep. Two of the wells were cased with 4-
in. pipe, and 2 with tin downspout. 
A production test was made by the State Wa-
ter Survey on Sept. 16, 1938. For test purposes, 
the wells were equipped with a rotary pump with 
a common connection to the suction pipes. Non-
pumping water levels were, respectively, 9 and 
9 1/2 ft. below the tops of the casings. After 4-
hr . pumping from all 4 wells, the yield was 95 
gpm. with drawdowns of 0.4 ft. in Well No. 1 and 
0.5 ft. in Well No. 2. With Wells No. 3 and 4 cut 
off, the production was 58 gpm. with drawdowns of 
0.4 ft. in Well No. 1 and 0.2 ft. in Well No. 2. 
Four more test wells were drilled at approxi-
mately the same location. These wells were in an 
east-west line, and about 25 ft. apart . Each well 
was cased to a depth of 22 1/2 ft. with 2-in. pipe, 
below which was a 4 ft. length of No. 60 gauge 
well point. A production test was made by the 
State Water Survey on Nov. 15, 1938. Non-pump-
ing water levels were, respectively, 11.3 and 
11.45 ft. below the tops of the casings in Wells 
No. 1 and 4. Water was pumped from Wells No. 
1,3, and 4 simultaneously. After 2-hr. pumping, 
the production was 46 gpm. No drawdown measure -
ments were available, but the water level in Well 
No. 2 during the test was 11.45 ft. 
Six permanent wells were completed at this 
site in 1940 by John Goodell, and were located in 
an east-west line on the north, or front, side of 
the pumping station, and were numbered from 
east to west. The wells were 23 ft. 4 in. apart 
except for Wells No. 3 and 4 which were 35 ft. 
apart . The tops of the wells were in concrete 
pits about 5 ft. deep. Each of the wells was about 
25 ft. deep below the ground surface and was 
cased with 14 ft. of 4-in. pipe and a 6-ft. section 
of Johnson screen exposed below the casing. The 
screens in Wells No. 1, 2, 5 and 6 had No. 80 
slot openings, in Wells No. 3 and 4, No. 125 slot 
openings. 
When the wells were completed, they were 
tested individually by the engineers, and the fol-
lowing productions were reported:. Wells No. 1 
and 2, 107 gpm. each; Well No. 3, 136 gpm.; Well 
No. 4, 94 gpm.; Well No. 5, 100 gpm.; Well No. 6, 
120 gpm. 
A production test was made by the State Water 
Survey on Jan. 23, 1940. For test purposes, the 
wells were connected to a common header pipe 
connected to a "More Trench" pump. The non-
pumping water level was about 11 ft. below the 
ground surface. The wells produced 640 gpm. 
after 4 1/2-hr. pumping. Drawdown measurements 
in the wells were not available, but the water l e -
vels were lowered 1.35 and 1.5 ft., respectively, 
in 2-in. well points set adjacent to Wells No. 1 
and 6. 
The permanent pumping equipment consisted 
of a 2 1/2-in. Fairbanks-Morse centrifugal 
pump S972NE, No. 403842, rated at 300 gpm. The 
pump was driven by a 40-hp. Fairbanks-Morse 
electric motor No. 365177, operating at 3500 rpm. 
Analysis of a sample (Lab. No. 87194) col-
lected Feb. 3, 1940, showed the water from the six 
wells to have a hardness of 16.9 gr. per gal., a 
residue of 222 ppm., and an iron content of 0.8 
ppm. 
Those wells are not in service. 
Water is now obtained from a well which was 
constructed in 1943 by Thorpe Concrete Well 
Co., Alton, and located at the southwest corner 
of the new pumping station (or approximately 
1500 ft. N. and 2200 ft. E. of the S. W. corner 
of Section 33.). 
The well is 50 ft. deep below ground level and 
is cased with 42-in. id. by 50-in. od. solid con-
crete pipe from 2 ft. above to 10 ft. below ground 
level and with 42-in. id. porous concrete screen 
from 10 to 58 ft. Originally the casing extended 
6 ft. above ground, but one 4-ft. section was r e -
moved later . The ground surface elevation is 
440± ft. 
The wel l was equipped with the F a i r b a n k s -
M o r s e pump p r e v i o u s l y used on the 6 wel l s d r i l l ed 
in 1940. 
The non-pumping w a t e r level is about 11 ft. be -
low the top of the well and v a r i e s f rom 3 to 4 ft. 
with the I l l ino is R ive r s t a g e s when pumping at a 
r a t e of 300 g p m . the drawdown was 1 1/4 ft. 
Water is pumped by e i t he r of 2 F a i r b a n k s -
M o r s e cent r i fuga l p u m p s . One of the p u m p s and 
i t s mo to r w e r e r e m o v e d f r o m the 6-wel l g roup , 
which is no longer in s e r v i c e . The o ther pump , 
r e c e n t l y in s t a l l ed , i s a 3 - in . F a i r b a n k s - M o r s e 
cen t r i fuga l , 5972 NE No. 581521, r a t e d at 500 
gpm. aga in s t 405 ft. of head at 3460 r p m . ; 75-hp . 
F a i r b a n k s - M o r s e e l e c t r i c m o t o r , No. 539823, 
opera t ing at 3520 r p m . A 6- in . suct ion pipe is 
p laced in the wel l at 3 ft. below ground leve l and 
ex tends to 21 ft. below ground . 
The p o r o u s c o n c r e t e s c r e e n i s becoming 
c logged with i r o n depos i t , n e c e s s i t a t i n g the 
th ro t t l ing of the pumps to 150 to 250 gpm. 
Rushvi l le - 3 
Ana lys i s of a s amp le (Lab . No. 114,068) c o l -
lec ted Ap"r. 5, 1948 showed th i s w a t e r to have a 
h a r d n e s s of 20.4 g r . pe r g a l . , a r e s idue of 382 
ppm. and an i r o n content of 5.0 p p m . 
All wa te r i s c h l o r i n a t e d . 
Pumpage i s e s t i m a t e d to a v e r a g e 275,000 gpd. 
A wel l was comple ted in A p r . 1948 to a depth 
of 41 1/2 ft. by Thorpe C o n c r e t e Well Co. and l o -
cated 40 ft. sou theas t of the pumping s ta t ion and 
95 ft. e a s t of the wel l cons t ruc t ed in 1943. The 
wel l was c a s e d with 30 - in . id . by 4 0 - i n . od. solid 
c o n c r e t e pipe f rom 2 ft. above to 10 ft. below 
ground level and with the same s ize po rous c o n -
c r e t e pipe s c r e e n f rom 10 to 38 ft. A c o n c r e t e 
baee of 15-in. t h i c k n e s s was p laced in the bo t t om 
of the s c r e e n . 
On A p r . 29, 1948, the w a t e r level was 10 1/2 
ft. below the top of the ca s ing . The F a i r b a n k s -
Morse cen t r i fuga l pumps in s t a l l ed for the o the r 
wel l a r e to be connected to the suct ion pipe in 
th is we l l . 
C o r r e l a t e d d r i l l e r ' s log of wel l d r i l l e d in 1902 furnished by the State Geologica l Survey: 
4 - Rushvi l le 
LABORATORY NO. 114,068 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
village of Rutland (462) in Feb. 1941. 
At that time a well was drilled by Daniel 
Schmidt, Mendota, and located 75 ft. north of the 
center line of Broad St. and midway between High 
and Pleasant St. (or approximately 75 ft. N. and 
650 ft. E. of the S. W. corner of Section 7, T. 29 
N., R. 2 E.). 
The well is 54 ft. deep below a ground su r -
face elevation of 704± ft., and is cased with 47 ft. 
of 8-in. pipe, below which is 8 ft. of 7 1/2-in. od. 
Cook screen with No. 40 slot openings. The top 
of the casing is 1 ft. above ground. 
Water is pumped by 6-in., 4-stage American 
Well Works pump, No. 64586, rated at 35 gpm. 
against 64-ft. head at 1740 rpm. Power is fur-
nished by a 1.5-hp. U. S. electric motor. 
A production test was made on Feb. 21, 1941 
by the State Water Survey. The non-pumping wa-
RUTLAND 
La Salle County 
June 13, 1947 
ter level was 16 ft. below the top of the casing, 
and the drawdown was 12 ft. when pumping at a 
rate of 36 gpm. for 4 hr . At the time of the test, 
the well had not been fully developed. 
Before this well was dril led, a resistivity 
survey was made in 1940, and a test well was 
drilled in 1940. The present well was drilled 5 
ft. east of the test well. 
Analysis of a sample (Lab. No. 110,651) col-
lected June 13, 1947 from a tap in the pump house 
after pumping 30 min. showed the water from 
this well to have a hardness of 40.0 gr. per gal., 
a residue of 1255 ppm., and an iron content of 
0.4 ppm. 
An aerator and softener are installed but 
were not in operation when the sample was col-
lected. 
Pumpage is estimated at 6000 gpd. 
LABORATORY NO. 110,651 
I l l ino is S ta te Water Survey - Bul le t in No. 40 
A public w a t e r s y s t e m for the vi l lage of St. 
Anne (1131) was in s t a l l ed by Mead & C o . , C h i -
cago , in 1898, and was ope ra t ed by t h e m unt i l 
1909. F r o m 1909 to 1912, W. E. Dan ie l s Co . , 
Ch icago , owned and ope ra t ed the s y s t e m . The 
Publ ic Se rv ice C o . of N o r t h e r n I l l inois p u r -
chased the s y s t e m in 1912 and o p e r a t e d i t unt i l 
1923. A new wa te r w o r k s w a s buil t and put into 
ope ra t i on by the v i l lage in 1923. 
Water was o r ig ina l ly obta ined f rom a wel l 
d r i l l ed in 1898 to a depth of 210 ft. and loca ted 
1/2 block wes t of Chicago Ave . on G r a n t St. (or 
a p p r o x i m a t e l y 1800 ft. N. and 200 ft. W. of the 
S . E . c o r n e r of S e c t i o n 4 , T . 29 N. , R. 12 W.). Th i s 
wel l was c a s e d with 6- in . pipe to a depth of about 
100 ft. where l imes tone was e n t e r e d . The su r f ace 
e levat ion is 660± ft. 
The non-pumping wa te r l eve l in 1915 was r e -
por ted to be 60 ft. below the ground s u r f a c e , and 
in Nov. 1921 it was r e p o r t e d to be 30 ft. 
. Ana lys i s of a s amp le (Lab . No. 30628), c o l -
lec ted June 5, 1915, showed the w a t e r to have a 
h a r d n e s s of 30.6 g r . pe r g a l . , a r e s i d u e of 809 p p m . , 
and an i r o n content of 2.6 p p m . 
T h i s well was filled and plugged sho r t l y af ter 
a new well was p laced in s e r v i c e . 
The v i l lage c o m m e n c e d ope ra t ion of the new 
w a t e r w o r k s in 1923. Water is obta ined f r o m a 
wel l , known as Well No. 1, d r i l l e d about 1919 to 
a depth of 257 ft. by Guy W. P e t e r s o n , Mad i son , 
Wis . The wel l is located about 50 ft. nor th of 
Gue r t en St. and 300 ft. e a s t of Dixie Highway (or 
a p p r o x i m a t e l y 50 ft. N. and 2150 ft. W. of the 
S. E. c o r n e r of Sect ion 4) . 
C o r r e l a t e d d r i l l e r ' s log of Well No. 1 furnished 
by the State Geologica l Survey: 
ST. ANNE 
Kankakee County 
D e c . 19, 1947 
The wel l is 10 in . in d i a m e t e r and the ground 
su r face e levat ion is 675± ft. 
I t was r e p o r t e d that the wel l p roduced 200 g p m . 
with a drawdown of 15 ft. below a non-pumping w a -
t e r l eve l of 59 ft. 
In Aug. 1947 the following pump in s t a l l a t i on 
was m a d e and is now in s e r v i c e : 100 ft. of 5 - in . 
co lumn pipe; 8 - in . , 8 - s t age P o m o n a tu rb ine 
pump, No. H 276, r a t e d at 240 gpm. , aga ins t a 
head of 180 ft.; 10 ft. of 5 - in . suct ion pipe; 2 0 -
hp . West inghouse e l e c t r i c m o t o r . 
In Aug. 1947 the d i s t a n c e to wa te r was 57 ft. 
below the pump b a s e , af ter the wel l had been idle 
30 h r . Fol lowing the ins t a l l a t ion of the new t u r -
bine a drawdown of 16 ft. was r e p o r t e d when 
pumping at 285 gpm. 
Analys i s of a s a m p l e (Lab . No. 112,697), c o l -
lec ted Nov. 26 , 1947 af ter 2 0 - m i n . pumping at 
285 gpm. showed th i s w a t e r to have a h a r d n e s s of 
24.7 g r . pe r ga l . , a r e s i d u e of 659 p p m . , and an 
i r o n content of 1.8 p p m . 
Well No . 2 was d r i l l ed in 1929 to a depth of 
265 ft. by W. L. T h o r n e C o . , Des P l a i n e s , and is 
loca ted about 150 ft. w e s t of Well No. 1. The wel l 
is c a s e d to rock with 94 ft. of 10- in . p ipe . 
The following pump i n s t a l l a t i o n , o r ig ina l ly i n -
s t a l l ed in 1929 and ove rhau led in 1937, i s in s e r v -
i ce : 100 ft. of 6- in . co lumn pipe; 8- in . , 9 - s t a g e 
Pomona t u rb ine p u m p , No. G575, r a t e d a t 300 
gpm. ; 40- f t . of 5- in . suct ion p ipe ; 4 0 - h p . W e s t -
inghouse e l e c t r i c m o t o r . 
The pump i s ope ra t ed s i m u l t a n e o u s l y with 
Well No. 1. 
I t was r e p o r t e d in 1937 that when pumping at 
a r a t e of 300 gpm. , the d rawdown was 16 ft. b e -
low a non-pumping w a t e r l eve l of 57 ft. 
Ana lys i s of a s amp le (Lab . No. 82391), c o l -
lec ted Nov. 17, 1937, showed the wa te r to have a 
h a r d n e s s of 21.6 g r . pe r g a l . , a r e s i d u e of 542 
ppm. , and an i r o n content of 1.32 ppm. 
M e t e r e d pumpage in Nov. 1947 a v e r a g e d 
85,000 gpd. 
2 - St. Anne 
LABORATORY NO. 112,697 
I l l ino i s State Water Survey - Bul le t in No. 40 
The s y s t e m of w a t e r w o r k s was o r ig ina l ly 
i n s t a l l ed by the ci ty of St . C h a r l e s (5870) in 1907. 
Water was f i r s t ob ta ined f r o m a wel l d r i l l e d 
to a depth of 350 ft. which was loca ted about 5 ft. 
no r th of the south line of C e d a r Ave. and 15 ft. 
wes t of F i r s t Ave . Nor th ( app rox ima te ly 500 ft. 
N. and 2100 ft. E. of the S. W. c o r n e r of Sect ion 
27 , T. 40 N. , R. 8 E . ) . The e leva t ion of the 
ground su r face i s 695± ft. Th i s wel l was r e -
po r t ed 8 in . in d i a m e t e r and c a s e d to bed rock . A 
p roduc t ion of 120 g p m . w a s r e p o r t e d in Aug. 1914 
when pumping with a p lunger pump having a c y l -
i n d e r se t t ing of 60 ft. The pump was f requent ly 
o p e r a t e d 24 h r . a day . The non-pumping wate r 
l eve l was wi thin 6 to 8 ft. of the t o p . 
The wel l was inf requent ly u s e d af ter 1919 and 
was abandoned about 1936. I t h a s been fi l led with 
puddled c l ay and was capped and sea led with c o n -
c r e t e . 
Wel l No . 2 was d r i l l ed in 1911 and loca ted at 
the sou thwes t c o r n e r of F o u r t h and P e a r l Ave . 
about 100 ft. no r th of the Chicago G r e a t W e s t e r n 
Ra i lway ( a p p r o x i m a t e l y 1450 ft. N. and 2300 ft. E. 
of the S. W. c o r n e r of Sect ion 27). The e leva t ion 
of the ground su r face is 748t ft. The wel l was 
d r i l l ed to a depth of 850 ft. and the d i a m e t e r at 
the su r face was 10 in . and the 'bot tom d i a m e t e r 
about 8 in . Shor t ly af ter i t s comple t ion , i t w a s 
r e p o r t e d to p roduce 160 g p m . with a drawdown of 
80 ft. f r o m a non-pumping w a t e r l eve l of 25 ft. 
below the s u r f a c e . 
The wel l w a s s e l d o m used af ter 1919 u n t i l i t 
was r e p a i r e d by W. L . Tho rne C o . , D e s P l a i n e s , 
in 1931. Fol lowing the r e p a i r s the wel l w a s 
equipped with a P o m o n a t u rb ine pump r a t ed at 
400 g p m . aga in s t a head of 338 ft . , and se t at 250 
ft. The non-pumping w a t e r l eve l a t t ha t t i m e was 
55 ft. be low t h e ground s u r f a c e . When the p u m p 
was o p e r a t e d a t 395 gpm. the d rawdown w a s b e -
low the 250-f t . a i r l ine and the pump d i s c h a r g e d 
a i r . When pumping was r e d u c e d to 350 g p m . the 
w a t e r l eve l w a s 211 ft. be low the pump b a s e but the 
pump s t i l l d i s c h a r g e d a i r . The wel l w a s used a s 
an a u x i l i a r y supply unit unt i l 1937, and w a s i n -
f requent ly o p e r a t e d unt i l 1941 when i t s u s e was 
d i scon t inued . By t h a t t i m e the product ive c a p a c -
i ty of the wel l had d e c r e a s e d to 100 g p m . I t is 
s t i l l equipped wi th the s a m e pumping unit i n s t a l l ed 
in 1931. 
Wel l No . 3 was d r i l l e d in 1919 and loca ted on 
the e a s t bank of F o x R i v e r about 25 ft. south of 
Ceda r St. and 100 ft. wes t of F i r s t A v e . Nor th 
( a p p r o x i m a t e l y 450 ft. N. and 2000 ft. E. of the 
ST. CHARLES 
Kane County 
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S. W. c o r n e r of Sec t ion 27). The e levat ion of the 
pump b a s e is 690.3 ft. The wel l was d r i l l e d to a 
depth of 2198 ft. by F. M. G r a y , J r . , Ch icago . 
Hole R e c o r d 
20 - in . f r o m 0 to 200 ft. 
15 - in . f rom 200 to 475 ft. 
12 - in . f r o m 475 to 489 ft. 
10- in . f r o m 489 to 865 ft. 
8- in . f rom 865 to 2198 ft. 
Cas ing and L ine r R e c o r d 
20- in . f r o m 0 to 10 ft. 
12 - in . f r o m 0 to 243 ft. 
10- in . f r o m 243 to 489 ft. 
8 - in . f r o m 830 to 950 ft. 
Upon comple t ion of the we l l , the w a t e r level 
was 14 ft. be low the pump b a s e af ter a 4 8 - h r . 
id le p e r i o d , and when pumping at 555 gpm. the 
w a t e r l eve l was below the 104-ft . a i r l i ne . 
In the s u m m e r of 1946, when pumping at 600 
gpm. w a t e r l e v e l s w e r e below the 200-ft . a i r l ine . 
At tha t t i m e u n s u c c e s s f u l a t t e m p t s w e r e m a d e to 
r a i s e the pump so that addi t ional co lumn pipe 
could be added . The wel l was cont inued in s e r v -
i ce unt i l F e b . 27, 1947 when the pump s topped . 
About 2000 g a l . o f 28% h y d r o c h l o r i c ac id w e r e r e -
q u i r e d to f ree the pump co lumn f rom the 12- in . id . 
c a s ing before the pump could be pulled for r e -
p a i r s . The pump a s s e m b l y was r e i n s t a l l e d on M a r . 
6, 1947 with 224 ft. of co lumn pipe and 224 ft. of 
1 / 4 - i n . i r o n pipe a i r l ine . 
A 5 1 /2 -h r . p roduc t ion t e s t was m a d e on M a r . 
9 , 1947. After 3 - h r . pumping at 550 gpm. ( m a x i -
m u m pump capaci ty) the drawdown was 47 ft. f rom 
a non-pumping w a t e r l eve l of 127 ft. below the 
p u m p b a s e . T h e pumping r a t e was t hen r educed 
to 495 gpm. and af ter an addi t ional '2 1/2 h r . , 
when Well No. 4 was in o p e r a t i o n , the drawdown 
w a s 43 1/2 ft. 
The following pump ins t a l l a t i on was m a d e in 
June 1947: 250 ft. of 7- in . Toncan i r o n column 
p ipe ; 10 - in . , 11 - s t age (a l l b r o n z e bowls) A m e r i -
can Well Works t u rb ine p u m p , No. 61213, r a t e d 
at 750 g p m . aga ins t 250 ft. of head ; 10 ft. of 8-
in . suc t ion p ipe; 250 ft. of 1/4-in. b r a s s tubing 
a i r l ine ; 75 -hp . U . S . e l e c t r i c m o t o r . 
Ana lys i s of a s a m p l e (Lab . No. 111,561) c o l -
l ec ted Aug. 15, 1947 af ter 1 h r . 4 0 - m i n . pumping 
at 850 gpm. , showed th i s w a t e r to have a h a r d -
n e s s of 17.0 g r . p e r ga l . , a r e s i d u e of 469 ppm., 
2 - St. C h a r l e s 
and an i r o n content of 0.4 ppm. The ch lo r ide 
content i n d i c a t e s the p r e s e n c e of some w a t e r 
f rom the bo t tom 500 ft. of the we l l . 
Daily pumping ope ra t ions a r e a l t e r n a t e d with 
Well No. 4 . 
Well No. 4 was comple ted in Oct . 1936 to a 
depth of 2200 ft. by the V a r n e r Well Dri l l ing C o . 
I n c . , Dubuque, Iowa, and loca ted on the e a s t bank 
of Fox R ive r about 100 ft. no r th of State St . and 
210 ft. wes t of C e d a r Ave. ( a p p r o x i m a t e l y 950 ft. 
N. and 1900 ft. E. of the S. W. c o r n e r of Sec t ion 
27). The e leva t ion of the pump b a s e is 691.6 ft. 
Hole R e c o r d 
24- in . f rom 0 to 55 ft. 
22 - in . f rom 55 to 400 ft. 
15- in . f rom 400 to 1046 ft. 
12 - in . f rom 1046 to 2200 ft. 
Cas ing and L ine r R e c o r d 
24 - in . f rom 0 to 10 ft. 
15 1/2-in. f r o m 0 to 400 ft. 
12- in . f r o m 917 1/2 to 1046 ft. 
The annu la r space outs ide of the 15 1/2-in. 
ca s ing was filled with c lay f r o m 0 to 10 ft. and 
c e m e n t f rom 10 to 400 ft. 
The wel l was " s h o t " a t dep ths of 2160, 2100, 
and 1980 ft. Upon comple t ion of the well the p r o -
duct ion was r e p o r t e d to be 1000 gpm. with a 
d rawdown of 145 ft. f rom a non-pumping wate r 
l eve l of 90 ft. below the top of c a s ing . 
The ex i s t ing pump i n s t a l l a t i o n , made in 1936, 
is 240 ft. of 10- in . co lumn pipe; 12- in . , 7 - s t age 
Deming t u rb ine pump , F i g u r e 4700, having a 
r a t e d capac i ty of 1000 g p m . aga ins t 250 ft. of 
head; the o v e r a l l length of the pump is 6 ft. 10 in . ; 
30 ft. of 8- in . suct ion p ipe ; 250 ft. of a i r l i ne , 
(defect ive); 100-hp . U. S. e l e c t r i c m o t o r . Daily 
pumping o p e r a t i o n s a r e a l t e r n a t e d with Well No. 
3 . 
M e t e r e d pumpage f rom both we l l s for the 
y e a r s 1945 and 1946 a v e r a g e d 458,970 gpd. 
F o r the y e a r 1946, i n d u s t r i a l pumpage f rom 
l i m e s t o n e we l l s i n the St. C h a r l e s a r e a , a v e r -
aged 200,000 gpd. and pumpage f rom sands tone 
we l l s a v e r a g e d 610,000 gpd. 
Well No. 5 was comple ted in Dec . 1947 at a 
depth of 2226 ft. by V a r n e r and is loca ted about 
55 ft. no r th of Bowman St. and 65 ft. wes t of 
T h i r d St. ( approx imate ly 2050 ft. S. and 1500 ft. 
E. of the N. W. c o r n e r of Sect ion 34). The e l e -
vat ion of the ground sur face is 760± ft. The wa te r 
l eve l was 190 ft. below top of c a s i n g . 
Hole R e c o r d 
3 0 - i n . f rom 0 to 295 ft. 
24 - in . f r o m 295 to 315 ft. 
23 1/2-in. f r o m 315 to 1232 ft. 
20 - in . f r o m 1232 to 2226 ft. 
Cas ing R e c o r d 
30- in . f rom 0 to 68 ft. 4 in . 
24 - in . f rom 0 to 296 ft. 
The annu la r space between the 
c a s i n g s was filled with c e m e n t . 
After comple t ion 4 c h a r g e s of 400 lb . each 
w e r e se t off at 2020, 1855, 1280 and 1235 ft. 
d e p t h s . 
The pumping equipment c o n s i s t s of 3 50 ft. of 
10- in . gwi. co lumn pipe; 14 - in . , 13 - s t age A u r o r a 
P u m p Co . wa te r l ub r i ca t ed t u rb ine pump des igned 
for 1200 gpm. at 360 ft. head ; 350 ft. of 1/4-in. 
a i r l ine; 10 ft. of 10- in . suct ion pipe with s t r a i n -
e r ; 150-hp . e l e c t r i c mo to r r a t e d a t 1150 r p m . 
LABORATORY NO. 111,561 
St. C h a r l e s - 3 
S a m p l e - s t u d y log of Well No. 4 furnished by the State Geologica l Survey: 
Illinois State Water Survey - Bulletin No. 40 
The city of St. Francisvil le (1145) installed a 
public water supply in 1928. 
Water is obtained from 2 wells drilled in 1928 
by Enoch Potts , St. Francisvil le . 
The South Well is located about 300 ft. north 
of Fairview Road and 450 ft. west of 13th St. (or 
approximately 2200 ft. S. and 1500 ft. W. of the 
N. E. corner of Section 20, T. 2 N., R. 11 W.). 
The well is 134 ft. deep below a ground surface 
elevation of 440± ft. 
Correlated dr i l le r ' s log of the South Well fur-
nished by the State Geological Survey: 
The hole and casing record is as follows: 
Hole Record 
10-in. from surface to 60 ft. 
8-in. from 60 to 134 ft. 
Casing Record 
10-in. drive pipe from surface to 35 ft. 
8-in. casing from surface to 60 ft. 
It is reported that when "shooting" the well 
after it was drilled, the original 8-in. casing was 
blown out of the well, and was later replaced with 
8-in. casing from the surface to 80 ft. 
When the well was completed, it was reported 
that the non-pumping water level was 18 ft. be -
low the surface, and that the well yielded 125 
gpm. A pumping rate of 200 gpm. lowered the 
ST. FRANCISVILLE 
Lawrence County 
May 4, 1948 
water level below the bottom of the suction pipe, 
which was reported to be near the bottom of the 
well. 
The pumping equipment consists of an A. D. 
Cook double-acting plunger pump, Size 7 1/2 PH 
No. 2628, attached to 6-in. drop pipe, with a 5 3 /4 -
in. diameter cylinder set near the bottom of the 
well. The pump has a 14-in. stroke and is oper-
ated at a speed of 24 spm. by a 7 1/2-hp. General 
Electr ic motor. 
The pump is operated for an average period 
of 5 hr . daily and discharges an estimated 65 gpm. 
Analysis of a sample (Lab. No. 114,430) col-
lected Apr. 26, 1948. after 3 1/4-hr. pumping at 
65 gpm. showed the water to have a hardness of 
16.1 gr. per gal., a residue of 324 ppm. and an 
iron content of 0.2 ppm. 
The North Well is located 100 ft. north and 
25 ft. east of the South Well. This well is the 
same depth and the same construction as the 
South Well, and has always yielded some sand 
with the water. 
The well is equipped with an A. D. Cook 
single stroke pump, No. 2567-IE, attached to 6-
in. drop pipe and having a 4 1/2-in. diameter cyl-
inder set near the bottom of the well. The pump 
has a 12-in. stroke and is operated at a speed of 
26 spm. by a 10-hp. General Electric motor. 
The pump is operated for an average period of 
5 hr . daily and discharges at an estimated rate 
of 20 gpm. The pump was operated continuously 
for 60 h r . i n Aug. 1947 and did not break suction. 
Analysis of a sample (Lab. No. 114,431) col-
lected Apr. 26, 1948 after 4 1/2-hr. pumping at 
20 gpm. showed this water to have a hardness of 
13.3 gr. per gal., a mineral content of 264 ppm. 
and an iron content of 0.1 ppm. 
Pumpage is estimated to average 25,000 gpd. 
2 - St. Francisville 
LABORATORY NO. 114,430 
I l l ino is State Water Survey - Bul le t in No. 40 
A publ ic wa te r supply was i n s t a l l e d in 1940 by 
the v i l lage of St. Joseph (810). 
Well No. 1 was d r i l l e d in 1940 to a depth of 
76 ft. by Hayes and S i m s , Champa ign and loca ted 
40 ft. e a s t of Second St. and 40 ft. no r th of the 
New York C e n t r a l R. R. r i g h t - o f - w a y (or a p p r o x i -
m a t e l y 360 ft. S. and 1420 ft. E. of the N. W. c o r -
ne r of Sect ion 14, T. 19 N. , R. 10 E . ) . The e l e -
vat ion of the ground sur face at the w e l l - s i t e is 
670 t ft. A s t r a t u m of sand was encounte red at a 
depth of 60 to 76 ft. 
The wel l was of the g r a v e l - p a c k f i l ter type 
and c a s e d with 1 6-in. pipe f r o m the ground s u r -
face to 61 ft. and with 8- in . pipe f rom 2 ft. above 
to 63 ft. 4 in . below the s u r f a c e . Below the 8-in. 
cas ing was 12 ft. 9 1/4 in . of 8- in . Johnson r e d 
b r a s s s c r e e n , having No. 70 s lot open ings . The 
annular space be tween the c a s i n g s and outs ide 
the s c r e e n was packed with g r a v e l . 
The pumping a s s e m b l y , in s t a l l ed in 1940, c o n -
s i s t s of 50 ft. of 4 1/2-in. co lumn pipe; 7 - in . , 3-
s tage A m e r i c a n Well Works t u rb ine pump , No. 
63839, r a t e d at 125 gpm. a g a i n s t 61 ft. of head at 
1720 r p m . ; the o v e r a l l length of the pump is 2 1/2 
ft.; 60 ft. of a i r l ine; 20 ft. of 5 - in . suct ion p ipe; 
3 -hp . G e n e r a l E l e c t r i c m o t o r , No. 5516427. 
A produc t ion t e s t was made by the State Wa-
t e r Survey on Sept. 20, 1940. The s t a t i c wa te r 
l eve l was 13.0 ft. below the pump base (3 ft. 
above ground level) and after 1 0 - m i n u t e s p u m p -
ing at 125 gpm. the drawdown was 27 1/2 ft. On 
F e b . 4, 1946, the p roduc t ion was 84 g p m . with a 
drawdown of 47 ft., a decl ine in speci f ic capac i ty 
of 2.7 gpm. per ft. of drawdown s ince Sept . 1940. 
On F e b . 26, 1946 a c h e m i c a l t r e a t m e n t of 500 
ga l . of 15% hydroch lo r i c ac id was appl ied to the 
wel l over a pe r i od of 3 h r . On M a r . 1, 1946 the 
product ion r a t e was 109 gpm. with a drawdown of 
38 ft. f rom a non-pumping w a t e r level of 11 ft. 
One month l a t e r the p roduc t ion r a t e was r e p o r t e d 
to be 94.1 gpm. with a drawdown of 41 1/2 ft. On 
Dec . 9 , 1947, the p roduc t ion r a t e was 47.8 gpm. 
and af ter a t r e a t m e n t with 50 lb . of Calgon and 
1 5 - l b . high t e s t hypoch lo r i t e , the p roduc t ion r a t e 
was 56 1 /2 gpm. The c h e m i c a l t r e a t m e n t s w e r e 
s u p e r v i s e d by Wilson and A n d e r s o n , E n g i n e e r s , 
Champa ign . 
Well No. 1 is not in r e g u l a r s e r v i c e . On Sept. 
1, 1948 the yield r a t e had d e c r e a s e d to 16 gpm. 
On Nov. 11 , 1948, a c h e m i c a l t r e a t m e n t of 50 lb . 
of Calgon, 15 lb . of HTH and 10 lb . of sa l soda 
was applied to the wel l and r e m a i n e d t h e r e for 
ST. JOSEPH 
Champa ign County 
Dec . 14, 1948 
one week . The yield of the wel l was a f t e r w a r d s 
e s t i m a t e d to be 45 gpm. On Dec . 14, 1948 the 
non-pumping wa te r l eve l was 26 ft. below the 
pump b a s e . 
A n a l y s i s of a s a m p l e ( L a b . No. 112,890) c o l -
lec ted Dec . 15, 1947, af ter 15 1/2-hr. pumping 
at 56 1/2 g p m . , showed th i s w a t e r to have a 
h a r d n e s s of 18 g r . pe r g a l . , a m i n e r a l content of 
3 72 p p m . , and an i r o n content of 0.8 ppm. 
In o r d e r to augment the w a t e r supply, 5 t e s t 
ho les w e r e d r i l l ed in May 1948 by Hayes and 
S i m s , following which Well No. 2 was c o n s t r u c t e d 
to a depth of 72 1/2 ft. and loca ted 170 ft. south 
and 520 ft. wes t of Well No. 1, at the n o r t h e a s t 
i n t e r s e c t i o n of E l m St. and the New York C e n t r a l 
R. R. r i g h t - o f - w a y . The wel l was of the g r a v e l -
pack f i l te r type and c a s e d with 16- in . od. pipe 
f r o m 2 ft. above to 61 ft. below ground l eve l and 
8- in . pipe f r o m 2 ft. above to 60 1/2 ft. be low 
gound leve l . Below the 8- in . cas ing was 12 ft. 
10 in. of 8- in . Johnson E v e r d u r s c r e e n having an 
exposed length of 12 ft. and No. 60 s lot open ings . 
The bo t tom of the s c r e e n was s e t at 72 1/2 ft. 
below ground l eve l . The annular space be tween 
the c a s i n g s and outs ide the s c r e e n was packed 
with about 7 cu . yd. of g r a v e l . 
A p roduc t ion t e s t was m a d e by the State Wa-
t e r Survey on June 14, 1948. F o r t e s t p u r p o s e s 
the pumping equ ipment cons i s t ed of an 8- in . , 8-
s tage P o m o n a tu rb ine p u m p , with the bo t t om of 
the bowls at a depth of 62 ft. 4 in . ; 55 ft. of 1/4-
in . a i r l ine ; no suct ion p ipe . Before the t e s t the 
s ta t ic wa te r l eve l was 10.9 ft. be low the top of 
the 8- in . c a s i n g . The pump was o p e r a t e d for two 
h o u r s a t full capac i ty . After an h o u r ' s shutdown, 
the w a t e r l eve l had r e t u r n e d to 1.5 ft. below the 
s t a t i c l e v e l . Dur ing the t e s t the following p u m p -
ing r a t e s and drawdowns w e r e obse rved : 
F o r t y m i n u t e s af ter shutdown the wa te r l eve l 
w a s 13.9 ft., or 3 ft. below the s t a r t i n g l eve l . On 
the following m o r n i n g , the s t a t i c l eve l was 10.9 
ft. 
On Dec . 14, 1948, af ter 20-minu te pumping at 
120 gpm. the wa te r level was 49 ft. below the pump 
2 - St. Joseph 
base. After a 15-minute shutdown the water level 
was 23 ft. 
The pumping equipment, installed Aug. 18, 
1948 includes a 6-in. Aurora turbine pump, No. 
39812, rated at 100 gpm. against 70 ft. of head; 
60 ft. of 1/4 -in. gi. air line; 3-hp., U. S. electric 
motor. The pump discharges at a rate of 120 
gpm. over the aerator at Well No. 1. 
Analysis of a sample (Lab. No. 116,713) col-
lected Dec. 14, 1948 after 20-minute pumping at 
120 gpm., showed this water to have a hardness 
of 18.9 gr. per gal., a residue of 388 ppm., and an 
iron content of 2.0 ppm. 
The water is aerated and filtered. Analysis of 
a sample (Lab. No. 116,714) collected Dec. 14, 
1948 showed the treated water to have a hardness 
of 18.9 gr. per gal., a mineral content of 362 
ppm., and an iron content of 0.1 ppm. 
F rom Jan. 1, 1948 to Dec. 14, 1948 metered 
pumpage averaged 33,245 gpd. 
LABORATORY NO. 116,713 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
city of Sandwich (2608) in 1884. 
The initial supply was obtained from two 8-
in. wells spaced about 2 1/2 ft. apart and located 
south of the Chicago. Burlington and Quincy R. R. 
near the northwest corner of Railroad and East 
St. (approximately 50 ft. S. and 1100 ft. E. of the 
N. E. corner of Section 36, T. 37 N., R. 5 E.) . 
Each well was drilled to a depth of 120 ft. below 
the bottom of a 10-ft. diameter brick masonry 
storage reservoir 30 ft. deep with a sand bottom. 
These wells penetrated a coarse stratum of sand 
and gravel and overflowed the 8-in. casings about 
26 ft. above the bottom of the reservoir . The 
flow was sufficient to supply a public demand of 
about 100,000 gpd. until about 1910 when their 
production suddenly decreased and pumping be -
came necessary. The wells continued to furnish 
the entire public supply until another well was 
placed in service in 1912. They were maintained 
as a standby until about 1931 but are now aban-
doned and partially filled with clay and black 
ear th. 
A well, now called No. 1, was drilled to a depth 
of 600 ft. by the J. P. Miller Artesian Well Co., 
Brookfield, in 1911 and located about 40 ft. north 
of Railroad St. and 140 ft. West of East St. (ap-
proximately 65 ft. S. and 1050 ft. E. of the N. W. 
corner of Section36). The elevation of the ground 
surface is 667t ft. and the pump base is about 6 
ft. below ground level. 
The well is reported cased with 12-in. pipe 
to a depth of 139 ft. below which it has a diameter 
of 12 in. to the bottom. When completed the 
standing water level was about 17 ft. below the 
surface and a production of 275 gpm. was r e -
ported. 
Pumping, at first , was by suction lift. The 
top of the well was in a pit and the suction pipe 
was about 10 ft. below the ground surface. On 
Apr. 7, 1921 the non-pumping water level was 12 
ft. 9 in. below the center of the suction pipe and 
when pumping at 280 gpm. the drawdown was 5 
ft. 1 in. 
In Oct. 1925 the well was equipped with a 
turbine pump set in the pit with about 64 ft. of 
column pipe and 30 ft. of 8-in. suction pipe a t -
tached. At the time the pumping rate was 75 to 
100 gpm. 
The existing pump installation, made in 1939, 
i s : 72 ft. of 8-in. column pipe; 12-in., 4-stage 
American Well Works turbine pump, No. 45629, 
SANDWICH 
DeKalb County 
Oct. 14, 1947 
having a rated capacity of 800 gpm. against 92 ft. 
of head; 60-hp. Westinghouse electric motor. 
There is no record of a suction pipe or an air 
line. 
The operation of this well is alternated with 
Well No. 2. 
Analysis of a sample (Lab. No. 112,145) col-
lected Oct. 7, 1947 from a tap in the pump house 
20 ft. from the pump discharge after 8-min. 
pumping at 750 gpm. showed this water to have a 
hardness of 23.4 gr. per gal., a residue of 43 7 
ppm., and an iron content of 1.3 ppm. 
Well No. 2, was added to the public supply in 
1939 and located about 15 ft. north and 40 ft. west 
of Well No. 1. This well was drilled to a depth 
of 600 ft. by Joseph Egere r , Milwaukee. 
Sample-study log of Well No. 2 furnished by the 
State Geological Survey: 
Hole Record 
12-in. from 156 to 395 ft. 
10-in. from 395 to 600 ft. 
Casing Record 
12 1/2-in. from 0 to 156 ft. 
10-in. from 301 to 396 ft. 
Upon the completion of the well a production 
test was made on Jan. 24 and 25, 1939. Pumping 
was at a rate of 730 gpm. for the first 2 hr . and 
the drawdown was 44 ft. from a non-pumping 
water level of 20 ft. below the top'of the casing. 
The rate of pumping decreased to 700 gpm. but 
the drawdown remained constant throughout the 
remaining period of the test . 
2 - Sandwich 
The ex is t ing pump in s t a l l a t i on , made in 1939. 
i s : 90 ft. of 8- in . flanged co lumn pipe; 12- in . , 
2 - s t age P e e r l e s s tu rb ine pump No. 8548 r a t ed a t 
a capac i ty of 750 gpm. aga ins t 90 ft. of head; the 
o v e r a l l length of the pump is 3 ft.; 10 ft. of 8- in . 
suct ion pipe and s t r a i n e r ; 90 ft. of 1/4-in. c o p -
per tubing a i r l ine; 30 -hp . U. S. e l e c t r i c m o t o r . 
The opera t ion of th i s pumping unit is a l t e r n a t e d 
with Well No. 1. 
On Oct. 7, 1949 a non-pumping wa te r level of 
25 ft. below the pump base was r e p o r t e d (pump 
b a s e is 1 1/2 ft. above ground leve 1 aud 7 1/2 ft. 
above Well No. 1 pump b a s e ) . Well No. 2 had 
been idle a l l day and Well no . 1 about 15 rnin. 
When pumping was r e s u m e d at Well No. 1, a 
drawdown of 8 ft. in 2 m i n . and 9 ft. in 5 rnin. 
was o b s e r v e d in Well No. 2 . Comple te r e c o v e r y 
was made after Well No. 1 had been idle about 
one m i n u t e . 
The w a t e r i s t r e a t e d for i r o n r e m o v a l , sof-
tened and ch lo r ina t ed . 
F r o m Jan . 1, 1946 to Oct . 1, 1947 the a v e r a g e 
m e t e r e d pumpage was 300,000 gpd. which v a r i e d 
f r o m an a v e r a g e winter m i n i m u m of 269,400 gpd. 
to an a v e r a g e s u m m e r m a x i m u m of 361,000 gpd. 
LABORATORY NO. 112,145 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
village of San Jose (520) about 1884. 
At that time a well was drilled and located at 
the pumping station south of Arch St. and west 
of Second St. (or approximately 500 ft. S. and 500 
ft. W. of the N. E. corner of Section 1, T. 21 N., 
R. 5 W.). At first water was pumped by a wind 
mill . In 1911 the well was deepened to 105 ft. and 
cased with 85 ft. of 4-in. pipe below which a 20-
ft. length of Cook strainer was placed. The cyl-
inder was wedged in the casing at a depth of 85 ft. 
In 1915 the non-pumping water level was 80 
ft. below the pump base elevation of 598± ft. The 
well was abandoned about 1921. 
In 1917 a second well, now called South Well, 
was drilled to a depth of 101 ft. by H. B. Smith, 
San Jose, and was located 20 ft. from the first 
well. In 1934 the well was cleaned and the or ig-
inal 6-in. casing was replaced by 97 ft. of new 
6-in. casing, and a new 6-ft. length of screen 
having No. 10 slot openings. The pumping equip-
ment consists of 6-in. single-acting Cook cylin-
der pump, with 24-in. stroke and set at 97 ft. 
belt-connected to a 10-hp., 360-rpm. Fairbanks-
Morse gasoline engine. The cylinder is wedged 
in the casing at the top of the screen. The casing 
serves as a column pipe. 
SAN JOSE 
Mason County 
Feb. 11, 1948 
In July 1938 the non-pumping water level was 
reported to be 70 ft. below the surface. 
In 1921, a third well, now called North Well, 
was drilled by H. B. Smith, and located 11 ft. 
northeast of the South Well. The well is now 103 
ft. deep and is cased with 95 ft. of 6-in. pipe be-
low which is 8 ft. of Cook screen, having No. 10 
slot openings. The pumping equipment consists 
of 6-in. single-acting Cook cylinder pump with 
24-in. stroke and operated at 30 spm.; 10-hp. 
Crocker Wheeler electric motor. The cylinder 
was reported to be wedged in the casing just above 
the screen. 
The South and North Wells a re cleaned and 
recased about every 12 yr . Water levels can be 
measured only when pumps are removed. Last 
water level measurement was 70 ft. 
The pumps in both wells are operated s imul-
taneously at ra tes of about 60 gpm. per pump. 
Analysis of a composite sample (Lab. No. 
113,465), collected Feb. 11, 1948, showed the 
water from both wells to have a hardness of 
24.5 gr. per gal., a residue of 505 ppm., and an 
iron content of 0.8 ppm. 
Pumpage is estimated to average 25,000 gpd. 
LABORATORY NO. 113,465 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
village of Saunemin (341) in 1926. 
A well, North Well, was drilled in the village 
park in the northern part of the town (or approxi-
mately 1700 ft. N. and 1840 ft. W. of the S.E. 
corner of Section 15, T. 28 N., R. 7 E.). 
The well was drilled by R.H. Kersey, South 
Bend, Indiana, to a depth of 584 ft. below a ground 
surface elevation of 684t ft. 
Sample-study log of the North Well furnished by 
the State Geological Survey: 
On July 26, 1926 the water level was 118 ft.; 
and after pumping several hours at 20. gpm., the 
drawdown was 49 ft. On Aug. 7, 1945 the non-
pumping water level was 145 ft., and it was e s t i -
mated that the production was 15 gpm. 
The well was cased with 10-in. pipe from the 
surface to 253 ft. and with 8-in. pipe from 253 
to 400 ft. The hole was 10 in. in diameter from 
the surface to near the bottom of the 8-in. casing. 
A 3 1/2-in. Meyers piston pump is attached to 
296 ft. of 4-in. steel column pipe with 20 ft. of 
4-in. suction pipe below the pump. Power is 
furnished by a 3-hp. electric motor. The cylinder 
SAUNEMIN 
Livingston County 
May 5, 1947 
and column pipe replaced old equipment in 1945. 
The pumping rate is about 8 strokes per min. ,or 
7 1/2 gpm. The pump operates 24 hr . daily. 
Analysis of a sample (Lab. No. 110,181), col-
lected May 5, 1947 after pumping at least 24 hr . , 
showed the water from the North Well to have 
a hardness of 1.8 gr . per gal., a residue of 2526 
ppm., and an iron content of 2.2 ppm. 
In Apr. 1945 a new well, South Well, was 
drilled at the east end of Center St., about 3 
blocks south of the old well (or approximately 
390 ft. N. and 1600 ft. W. of the S.E. corner of 
Section 15). 
The well was drilled by Ira French, Fairbury, 
to a depth of 198 ft. and cased with 8-in. pipe 
from the surface to 178 ft. 
The pumping installation includes an A.D. 
Cook deep-well 2 1/4-in. cylinder pump, No. 
1159, operating at a rate of 6 gpm. The pump is 
belt-connected to a 3-hp. Master Electric motor. 
The pump setting is not known. 
When the well was completed, the water level 
was reported to be 20 ft. below the ground su r -
face. When pumping at 15 gpm. or less , a steady 
flow was, produced; but when exceeding a rate of 
15 gpm., the pump would break suction. 
Analysis of a sample (Lab. No. 110,182), col-
lected May 5, 1947 after pumping at least 24 hr . , 
showed the water from the South Well to have a 
hardness of 5.7 gr. per gal., a residue of 474 
ppm., and an iron content of 1.2 ppm. 
The water is not treated. 
Pumpage is estimated at 18,000 gpd. Occa-
sionally the storage tank is filled, and the pumps 
canbe shut down, but generally both pumps operate 
24 hr . daily. 
LABORATORY NO. 110,181 
2 - Saunemin 
LABORATORY NO. 110,182 
I l l inois State Water Survey - Bul le t in No. 40 
The public wa te r supply was ins t a l l ed by the 
ci ty of Savanna (4792) in 1886. 
Well No. 1 was d r i l l e d by J . P . Mil ler A r t e -
s i an Well C o . , Brookf ie ld , to a depth of 1435 ft. 
It was loca ted at the foot of Washington St. on the 
w e s t s ide of Main St. (or app rox ima te ly 1560 ft. 
S .and 210 ft. W. of the N. E. c o r n e r of Sect ion 9, 
T. 24 N . , R. 3 E . ) . The ground su r face e leva t ion 
at tha t point is 590± ft. 
The b o r e hole was 8 in . in d i a m e t e r to a depth 
of 400 ft. and 5 in . in d i a m e t e r below that depth 
to the bo t tom of the we l l . The wel l was c a s e d 
with 6- in . pipe to a depth of 35 ft. into rock . 
Wate r flowed into a m a s o n r y col lec t ing r e s e r v o i r , 
42 ft. in d i a m e t e r and about 8 1/2 ft. d eep . In 
1908 w a t e r flowed f r o m the wel l at a r a t e of about 
500 gpm. , and in 1945 the flow was neg l ig ib le . 
The wel l i s s t i l l connected for r e s e r v o i r d i s -
c h a r g e , but h a s never been equipped with a p u m p . 
Well No. 2 was d r i l l ed in 1908 at M u r r a y and 
T h i r d St . , 1708 ft. d i s tan t f rom the col lect ing wel l 
(or app rox ima te ly 150 ft. S. and 300 ft. W. of the 
N. E. c o r n e r of Sect ion 9). I t w a s d r i l l e d to a 
depth of 1443 ft. below a ground sur face e l e v a -
t ion of 602± ft. 
The wel l was cased as follows: 10- in . g a l -
vanized pipe f r o m 0 to 225 ft.; 8- in . ga lvanized 
pipe f r o m 225 to 360 ft.; and 8 - in . l i n e r , t h rough 
shale and m a r l , f r o m 445 to 527 ft. 
Wate r flowed f rom t h i s wel l into the r e s e r -
vo i r a t the pumping s ta t ion . The f i r s t flow was 
found dur ing dr i l l ing at 600-ft . depth; and af te r 
the wel l was comple ted in 1908, the flow was r e -
por ted to be 500 gpm. In the sp r ing of 1945, the 
wel l w a s r e p o r t e d to have a s m a l l flow, and at 
t h i s t i m e the flow is e s t i m a t e d a t 75 g p m . The 
wel l h a s n e v e r been equipped with a p u m p . 
A m a n - h o l e covered with an i r o n p la te , se t 
in the b r i c k pavemen t , was buil t a round the top 
of the we l l . In 1908 the flow f r o m the 2 we l l s 
a p p r o x i m a t e d 1,000,000 gpd. In the s u m m e r of 
1916 the supply f r o m the 2 we l l s was about 
700,000 gpd. which was the a p p r o x i m a t e demand . 
Well No. 3 was d r i l l ed in 1917 by C. P. B r a n t 
& Co . and is located at the c o r n e r of Chicago 
Ave. and Main St . , about 350 ft. s o u t h e a s t of Well 
No. 1 (or approx ima te ly 1850 ft. S. and 70 ft. W. 
of the N . E . c o r n e r of Sect ion 9). I t was d r i l l ed 
to a depth of 1852 ft. below a ground sur face 
e leva t ion of 583± ft. 
SAVANNA 
C a r r o l l County 
Jan . 23 , 1947 
The hole and cas ing d i a m e t e r r e c o r d w a s r e -
po r t ed a s fol lows: 
Hole R e c o r d 
12- in . f r o m 0 to 760 ft. 
10- in . f r o m 760 to 880 ft. 
8- in . f r o m 880 to 1852 ft. 
Cas ing R e c o r d 
16- in . pipe f r o m su r face to 30 ft. ( rock) 
12- in . pipe f r o m su r face to 80 ft. 
8- in . pipe f r o m su r f ace to 880 ft. 
C e m e n t was filled in the space be tween the 
16 and 12- in . c a s i n g s . 
The f i r s t flow was found at a depth of 375 ft. , 
and the second flow at 910 ft. The flow p r o -
g r e s s i v e l y i n c r e a s e d a s the d r i l l ing r e a c h e d 
dep ths of 1100 and 1800 ft. The p r e s s u r e at the 
t i m e of comple t ion was 4 1/2 lb . ou ts ide the 8- in . 
cas ing and 11 lb . ins ide the c a s i n g , and the r a t e 
of flow w a s 312 gpm. , as e s t i m a t e d by fi l l ing a 
52 ga l . b a r r e l in 10 s e c o n d s . Dur ing the p u m p -
capac i ty t e s t b y A l l i s - C h a l m e r s C o . , i n D e c . 
1919, the flow f rom a l l 3 w e l l s was r e p o r t e d to 
be 666 gpm. , or 959,000 gpd. A c o m p a r i s o n of 
h y d r o s t a t i c p r e s s u r e s a t t i m e e a c h of the 3 w e l l s 
was comple t ed , i s given in Table 1 . 
. TABLE 1 
By 1926 the f ree flow of the 3 we l l s did not 
equa l the consumpt ion demand . A b o o s t e r s t a -
t ion was c o n s t r u c t e d on high ground on Nor th 
F o u r t h St. in Jan . 1927. A Worthington No. 2 
cen t r i fuga l p u m p , d r i v e n by a 20 -hp . e l e c t r i c 
m o t o r , was i n s t a l l e d . At the s a m e t i m e , a 
Worthington No. 8 Axiflo d e e p - w e l l t u rb ine pump , 
d r i v e n by a 30 -hp . e l e c t r i c m o t o r , was i n s t a l l e d 
in Well No. 3 , with the bo t t om of the pump r e -
por ted to be se t at a depth of 100 ft. 
In Sept . 1927 a p roduc t ion t e s t of the f ree 
flow f r o m the 3 we l l s w a s m a d e , followed by a n -
o the r t e s t wi th the pump in Well No. 3 in o p e r a -
t ion . The h ighes t f ree flow f r o m a l l we l l s was 
found to be 407 g p m . , with the depth of w a t e r in 
2 - Savanna 
the reservoir at 2 1/2 to 4 ft. A minimum free-
flow rate was measured at 351 gpm. with the 
depth of water in the reservoir to 6 to 8 ft. It 
was reported that the free-flow rate from Well 
No. 3 was increased by a low stage in the r e s e r -
voir and decreased by a high reservoir stage. 
When the pump in Well No. 3 was operating, the 
production from the 3 wells was about 800 gpm., 
and the production from Well No. 3 alone, while 
pumping, was about 645 gpm. During the summer 
of 1927, the production was estimated to be 
820,000 gpd. based on an average use of electric 
power for pumping, of 21 1/4 hr . per day. Well 
No. 3 has an estimated free flow to the reservoir 
of about 100 gpm. and is equipped for pumping. 
In Dec. 1946 the rate of production when pumping 
was estimated to be 350 gpm. 
The following pump installation, made in 
1942, is in service: 60 ft. of 6-in. column pipe 
(plastex coated); 10-in., 2-stage American Well 
Works turbine pump, No. 66226, rated at a capac-
ity of 325 gpm. against a head of 60 ft.; 60 ft. of 
air line; 10 ft. of 5-in. suction pipe; 7 1/2-hp. 
U. S. electric motor. 
Analysis of a sample (Lab. No. 104,678) col-
lected Oct. 25, 1945, showed the water to have a 
hardness of 17.5 gr. per gal., a residue of 300 
ppm., and an iron content of 0.8 ppm. 
Well No. 4 was drilled in 1935 by C. W. Var -
ner , Dubuque, Iowa, and located at the northeast 
corner of Pike and Bowen St. about 4100 ft. east 
of Well No. 3 (or approximately 2500 ft. S. and 
1300 ft. W. of the N. E. corner of Section 10). It 
was drilled to a depth of 1308 1/2 ft. below a 
ground surface elevation of 610± ft. 
During the drilling, water started flowing at 
a depth of 385 ft. and steadily increased as the 
drilling progressed. When the well was tested by 
the State Water Survey in Mar. 1935, static 
pressure raised the water level 13 ft. 2 in. above 
the top of the casing, and the free flow rate was 
353 gpm. when the center line of the 4-in. d i s -
charge pipe was 20 in. above the pump house 
floor. The flow was 405 gpm. with the center 
line of the discharge pipe 6 in. above the floor. 
The drawdown was 29 in. below the top of the 
casing when pumping at a rate of 500 gpm., and 
72 in. when pumping at 600 gpm. 
The well is capped and water has always been 
pumped directly into the distribution system. In 
Dec. 1946 the rate of production was estimated 
to be 650 gpm. 
The hole and casing diameter record is : 
Hole Record 
23-in. from surface to 318 ft. 
15-in. from 318 to 542 ft. 
12-in. from 542 to 1308 1/2 ft. 
Casing Record 
20-in. steel pipe from surface to 31 ft. 
15 1/4-in. wrought iron pipe from su r -
face to 318 ft. 
12-in. wrought iron liner from 893 to 
975 ft. 
The following pump installation, made in Mar. 
1946, is in service: 60 ft. of 8-in. column pipe 
(plastex coated); 12-in., 4-stage American Well 
Works turbine pump, No. 71617, rated at a capac-
ity of 500 gpm. against 256 ft. of head; 10 ft. of 
8-in. suction pipe (plastex coated); 50-hp. U. S. 
electric motor. 
Analysis of a sample (Lab. No. 104,679) col-
lected Oct. 25, 1945 after pumping 3 hr . at 500 
gpm., showed the water in Well No. 4 to have a 
hardness of 17.4 gr. per gal., a residue of 286 
ppm., and an iron content of 0.8 ppm. 
All water for the public supply has been 
chlorinated since 1939. A chlorine residual of 
0.2 ppm. is maintained at the pump and r e s e r -
voir. 
The average metered pumpage to the public 
supply for the period from July 1 to Nov. 1, 1946 
was 617,210 gpd., which varied from an average 
of 700,580 gpd. for the month of July to 539,480 
gpd. for the month of Oct. A yearly record of 
metered pumpage available for the period from 
Jan. 1, 1938 to Jan. 1, 1939 showed an average 
of 493,540 gpd., and a seasonal variation from 
an average summer daily of 685,000 gal. to an 
average winter daily of 309,000 gal. 
Savanna - 3 
LABORATORY NO. 104,678 
LABORATORY NO. 104,679 
S a m p l e - s t u d y log of Well No. 4 furn ished by the State Geolog ica l Survey : 
Illinois State Water Survey - Bulletin No. 40 
The village of Saybrook (779) installed a public 
water supply in 1935. 
A 6-in. test well was drilled by Johnson & 
Hinkle, Bloomington, in 1935 and was located 50 
ft. south of Grove St. extended west between 
Main and Center St. (or approximately 950 ft. S. 
and 2500 ft. W. of the N. E. corner of Section 28, 
T. 23 N., R. 6 E.). The surface elevation is 
755± ft. The well was reported to have been 
drilled to a depth of 155 ft. but was finished at 
53 ft. 
Sample-study log of the 6-in. test well furnished 
by the State Geological Survey: 
A production test was made Apr. 16, 1935. 
The well produced 75 gpm. with a drawdown of 2 
ft. from a non-pumping water level of 23 ft. 
The test well is being equipped as an emer -
gency unit, with a Myers ejecto pump (catalogue 
No. F 300 BY) rated at 30 gpm.; and a 3-hp. 
General Electric motor. 
On Sept. 25, 1948, when pumping from the 
permanent well, the water level in the tes t well 
was 25 ft. below the top. 
SAYBROOK 
McLean County 
Oct. 9, 1948 
The permanent well was drilled to a depth of 
59 ft. by Johnson & Hinkle in 1935 and is located 
6 ft. south and 5 ft. west of the test hole. A 10-
in. casing extends from 9 in. above the ground 
surface to a depth of 37 ft. 5 in. A 10-in. screen, 
21 ft. 9 in. overall length, with 20 ft. exposed, is 
attached to the bottom of the casing. The screen 
has No. 20 slot openings. The pump base is 3 ft. 
above ground level. 
A production test was made May 20, 1935 by 
the State Water Survey. For tes t purposes, the 
well was equipped with a 6-in., 8-stage Layne 
Bowler turbine with the bottom of the suction pipe 
at a depth of 56 ft. below the ground surface. 
The well produced 325 gpm. with a drawdown of 
6 ft. from a non-pumping water level of 23 ft. be-
low the ground surface. 
Permanent pumping equipment was installed 
as follows: 40 ft. of 5-in. od. column pipe; 7-in., 
11-stage Fairbanks-Morse turbine pump, No. 
28035, rated at 100 gpm., against a head of 160 
ft. when operating at 1800 rpm.; 10 (?) ft. of 
suction pipe; 40 (?) ft. of 1/4-in. air line; 7 1/2-
hp. Fairbanks-Morse electric motor, operating 
at 1740 rpm. The lengths of air line and suction 
pipe could not be confirmed. 
On Sept. 25, 1948, after 40-minutes pumping 
at 80 gpm. the altitude gauge showed the water 
level to be 12 ft. above the bottom of the air line. 
Analysis of a sample (Lab. No. 115,950) col-
lected Sept. 25, 1948, after 40-minutes pumping, 
showed the water to have a hardness of 29.2 gr. 
per gal., a residue of 620 ppm., and an iron con-
tent of 0.1 ppm. 
F rom Sept. 17, 1947 to Sept. 17, 1948 the 
metered pumpage averaged 32,810 gpd. 
LABORATORY NO. 115,950 
I l l ino i s State Water Su rvey - Bul le t in No. 40 
A publ ic w a t e r supply w a s i n s t a l l e d by the 
v i l lage of Seaton (271) in 1912. 
A we l l w a s d r i l l e d in 1912 by W. S. Van T i l e , 
M i l l e r s b u r g , and loca ted on the e a s t s ide of the 
publ ic s q u a r e on ground owned by the v i l l age 
(or a p p r o x i m a t e l y 1300 ft. N. and 900 ft. E. of, 
the S. W. c o r n e r of Sect ion 24, T. 13 N . , R. 4 W.). 
The wel l was 244 ft. deep below a ground 
su r f ace e l eva t ion of 615± ft., and c a s e d with 128 
ft. of 5 - in . pipe into rock . 
The pumping equipment is 150 ft. of co lumn 
pipe; A m e r i c a n Well Works doub le -ac t ing deep 
wel l p u m p , No . 1820, r a t e d at 40 g p m . aga ins t a 
head of 300 ft.; 5 -hp . G e n e r a l E l e c t r i c m o t o r . 
The non-pumping w a t e r l eve l i n 1912 was r e -
po r t ed by the d r i l l e r to be 50 ft. be low the ground 
s u r f a c e and a t the s a m e depth in Nov. 1946. 
SEATON 
M e r c e r County 
Nov. 7, 1946 
A n a l y s i s of a s a m p l e (Lab . No. 108,248), c o l -
l ec ted Nov. 7 , 1946, a t the r e s e r v o i r , showed th i s 
w a t e r to have a h a r d n e s s of 6 g r . pe r g a l . , a 
r e s i d u e of 562 p p m . , and an i r o n content of 0.1 
p p m . 
The w a t e r i s not t r e a t e d . 
P u m p a g e i s e s t i m a t e d a t 15,000 gpd. 
C o r r e l a t e d d r i l l e r ' s log of we l l d r i l l e d in 1912 
furn ished by the State Geolog ica l Survey : 
LABORATORY NO. 108,248 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
village of Secor (335) about 1895. 
Water was first obtained from Well No. 1 lo -
cated near the town hall at the southeast corner 
of Oilman and Third St. (or approximately 2320 
ft. N. and 1320 ft. E. of the S. W. corner of Sec-
tion 5, T. 26 N., R. 1 E.). The elevation of the 
ground surface at this location is 735± ft. The 
well was cased with 6-in. pipe to a depth of 115 
ft. and was equipped with a single-acting deep-
well pump with a 4 1/2 by 18-in. working barre l 
set at a depth of 100 ft. A suction pipe, 10 ft. in 
length was attached below the cylinder. The 
pump capacity in 1915 was reported to be 30,000 
gpd. At the same time the non-pumping water 
level was reported to be 60 ft. below the surface. 
In Mar. 1943 it was reported that this well 
had been capped with concrete. The well was 
abandoned, but the pump gear was connected to a 
cylinder which now pumps air for pressure in the 
storage tank. 
Analysis of a sample (Lab. No. 48838) col-
lected Dec. 17, 1922 after pumping two hours, 
showed the water to have a hardness of 22.8 gr. 
per gal . , a residue of 481 ppm., and an iron con-
tent of 4.0 ppm. 
Well No. 2 was drilled in 1914 at a location 
10 ft. south of Well No. 1. It is 8 in. in diameter 
and 158 ft. deep with 17 1/2 ft. of screen exposed 
to sand and gravel at the bottom of the well. It 
was reported that four water-bearing strata were 
cased off. It is equipped with a Meyers single-
acting deep-well pump. The 5 3/4-in. cylinder 
was attached to 133 ft. of 6-in. column pipe. 
There was no suction pipe, but a screen was 
placed below the cylinder. 
At present the pump has been pulled to put on 
new leathers and a new screen below the cylinder, 
but will be placed back in operation as soon as 
the repa i rs can be completed. The pump is 
operated from the same shaft that operates the 
old pump gears in Well No. 1. This shaft is belt-
driven by a 10-hp. Century electric motor. A 
12-hp. International gas engine is kept for e m e r -
gency use. 
SECOR 
Woodford County 
Mar. 4, 1947 
In 1915 the non-pumping water level was r e -
ported to be 85 ft. below the surface which was 
25 ft. lower than the level in Well No. 1. In 1922 
when pumping in Well No. 1, the depth to water 
in Well No. 2 was reported to be 74 ft. 
Analysis of a sample (Lab. No. 48874) col-
lected Dec. 19, 1922 showed the water from this 
well to have a hardness of 27.2 gr. per gal., a 
residue of 481 ppm., and an iron content of 4.0 
ppm. 
Well No. 3 was drilled to a depth of 156 ft. in 
1940 by Chris Ebert , Washington, and located 
about 18 ft. north and 19 ft. west from Well No. 2. 
Sample-study and dr i l le r ' s log of Well No. 3 
furnished by the State Geological Survey: 
The well is cased with 8-in. pipe and with a 
20-ft. length of b rass screen. 
The well is equipped with: 111 ft. of column 
pipe; 7-in. od. American Well Works turbine 
pump, No. 63763, rated at 100 gpm. against a head 
of 244 ft.; 10-hp. General Electric motor. This 
wel la tpresent supplies all of the water for Secor. 
The non-pumping water level is estimated at 
78 ft. below the top of the well. 
Analysis of a sample (Lab. No. 109,442) col-
lected Mar. 4, 1947 from the pressure tank, 
showed this water to have a hardness of 26.7 gr. 
per gal., a residue of 493 ppm., and an iron con-
tent of 5.5 ppm. 
Pumpage is estimated at 15,000 gpd. 
2 - Secor 
LABORATORY NO. 109,422 
I l l inois S ta te Wa te r Survey - Bu l l e t in No. 40 
A publ ic ground w a t e r supply was ins t a l l ed 
by the v i l lage of Shabbona (593) in 1897. 
Water was o r ig ina l l y furn ished by 2 sand and 
g r a v e l we l l s e a c h having a depth of 150 ft. The 
West Well , now ca l led No. 1 , i s s t i l l in s e r v i c e . 
It is loca ted about 110 ft. n o r t h of the C h i c a g o , 
Bur l ing ton & Quincy R.R. and 100 ft. e a s t of the 
public p a r k , ( approx ima te ly 2300 ft. S. and 1200 
ft. W. of the N. E. c o r n e r of Sec t ion 15, T. 38 N . , 
R. 3 E . ) . The e l eva t ion of the ground su r f ace is 
900± ft. 
The e a s t wel l was r e p o r t e d to have a d i a m e t e r 
of 8 in . and the w e s t wel l 10 in . On M a r . 7, 1922 
a combined product ion of 268 g p m . was obtained 
for s h o r t p e r i o d s of 20 m i n . At t h i s t i m e a n o n -
pumping w a t e r l eve l of 90 to 100 ft. below the 
su r f ace was r e p o r t e d . 
The e a s t wel l loca ted about 15 ft. e a s t of Well 
No. 1 , h a s been abandoned and i s capped with 
c o n c r e t e . 
Well No. 1 is now the s o u r c e of the publ ic 
supply . In 1944 i t was equipped with a new t u r -
bine p u m p and in 1945 wi th 10 ft. of new 8- in . , 
No . 20 slot Johnson s c r e e n . The wel l w a s a c i d -
ized in the s u m m e r of 1945 at which t i m e the 
non-pumping w a t e r l eve l w a s 100 ft. be low the 
p u m p b a s e . 
The ex i s t ing pump i n s t a l l a t i o n , m a d e in 1944, 
i s : 130 ft. of 5 - in . co lumn p ipe ; 7 - in . , 11 - s t age 
SHABBONA 
DeKalb County 
Oct. 13 , 1947 
A m e r i c a n Well Works t u rb ine p u m p , No. 70191, 
having a r a t e d capac i ty of 100 gpm. a g a i n s t 268 
ft. of head ; 10 ft. of 5- in . suc t ion p ipe ; 130 ft. of 
1 /4- in . ga lvanized i r o n a i r l ine ; 10 -hp . U. S . 
e l e c t r i c m o t o r . 
On Oct . 4 , 1947 the non-pumping wate r l eve l 
was r e p o r t e d to be 111 ft. and when pumping at 
100 g p m . the w a t e r l eve l was 113 ft. 
A n a l y s i s of a sample (Lab . No . 112,127) c o l -
l ec ted Oct . 6, 1947 f rom a t a p in the pump house 
about 20 ft. f r o m the pump d i s c h a r g e showed t h i s 
w a t e r to have a h a r d n e s s of 19.4 g r . pe r g a l . , a 
r e s i d u e of 357 p p m . , and an i r o n content of 2.0 
p p m . 
Well No . 2, was d r i l l e d to a depth of 150 ft. 
by P . E . M i l l i s , By ron , i n 1931 , and i s loca ted 
about 10 ft. n o r t h and 16 ft. e a s t of Well No . 1. 
The d i a m e t e r of the wel l is r e p o r t e d to be 10 in . 
On June 22 , 1938 Wel l No. 2 furn ished n e a r l y 
the e n t i r e publ ic supply and pumping a t tha t t i m e 
w a s with an A m e r i c a n Well Works s i n g l e - a c t i n g 
p lunger pump having a 7 3 / 4 - i n . cy l inder p laced 
at a depth of 140 ft. It w a s b e l t - d r i v e n by a 1 0 -
h p . Wagner e l e c t r i c m o t o r and o p e r a t e d t o d e -
l i v e r about 100 gpm. The s a m e equ ipment i s s t i l l 
in p l a c e , but the wel l i s now s e l d o m used and i s 
ma in t a ined as an e m e r g e n c y supply uni t . 
P u m p a g e i s e s t i m a t e d to be 65,000 gpd. 
LABORATORY NO. 112,127 
Illinois State Water Survey - Bulletin No. 40 
A water supply was installed by the village of 
Shannon (56l) in 1894. 
At that time a well, pumping station, and e le -
vated tank were constructed. The well was 
drilled to a diameter of 6 in. and to a depth of 
200 ft. below a ground surface elevation of 940± 
ft., and is located approximately 1900 ft. S. and 
1650 ft. E. of the S. W. corner of Section 19, T. 
25 N., R. 6 E. 
Correlated d r i l l e r ' s log of well drilled in 1894 
furnished by the State Geological Survey: 
The well was originally equipped with a single-
acting deep well pump with 3 3/4 by 18-in. cyl-
inder placed at 190 ft. Depth to water when the 
SHANNON 
Carrol l County 
Jan. 24, 1947 
well was drilled was 80 ft. In Sept. 1945 George 
A. Lyons, well dr i l ler of Stockton, rehabilitated 
the well and reported the following work done: 
Found the well to be 186 ft. deep and then 
deepened it to 250 ft. finishing with 5 3/4-in. bit. 
All the drilling was in blue clay. Found 6-in. 
galvanized 18 or 20-gauge casing, length unknown. 
Replaced the 3 3/4 by 18-in. cylinder pump with 
a new Clayton-Mark 24-in. stroke single-acting 
plunger pump, which is automatically controlled 
by tank pressure ; the pump is operated at 30 
strokes per min.; a 5-hp. Century electric motor. 
After the rehabilitation work was completed, 
the non-pumping water level was reported to be 
48 ft. No production test was made " a s it sup-
plied all the water the pump would pump" before 
the work was done, and the village officials did 
not want a test made. 
Analysis, of a sample (Lab. No. 108,715) col-
lected Dec. 17, 1946 from a tap in the pump house 
supplied by the elevated tank at the well, showed 
the water to have a hardness of 20.9 gr. per gal., 
a residue of 403 ppm., and an iron content of 0.4 
ppm. 
All water has been chlorinated since 1938. 
An estimate of the average pumpage in Dec. 
1946 is 15,000 gpd. 
LABORATORY NO. 108,715 
I l l i no i s State Water Survey - Bul le t in No. 40 
The ci ty of Shawneetown (1963) i n s t a l l ed a 
publ ic w a t e r supply in 1936. 
Water w a s obta ined f r o m a wel l d r i l l e d in 
1936 to a depth of 73 ft. by John B o l l i g e r , F a i r -
b u r y , and loca ted n e a r the i n t e r s e c t i o n of M a r k e t 
St. and the Lou i sv i l l e & Nashvi l le R. R. (or a p -
p r o x i m a t e l y 1500 ft. N. and 4000 ft. E. of the 
S. W. c o r n e r of Sec t ion 3 1 , T. 9 S., R. 10 E . ) . 
The su r face e l eva t ion i s 3 4 0 t ft. 
Med ium t o c o a r s e sand and g r a v e l w a s e n -
coun te red b e t w e e n the dep ths of 12 and 72 ft. The 
wel l was c a s e d with 10- in . p ipe to a depth of 41 
ft. 10 in . , and a 20-f t . length Johnson s c r e e n w a s 
i n s t a l l e d f r o m 41 ft. 10 in . to 61 ft. 10 in . The 
s c r e e n had No. 20 s lo t open ings . 
The Sta te Water Survey m a d e a p roduc t ion 
t e s t on A p r . 30 , 1936. After 8 - h r . pumping a t 
453 g p m . , t h e drawdown was 9.9 ft . f r o m a n o n -
pumping w a t e r l eve l of 5.4 ft. be low the top of 
the c a s i n g . When t e s t e d aga in on July 7 - 8 , the 
we l l p roduced 300 gpm. with a d rawdown of 6.7 
ft. f r o m a non-pumping w a t e r l eve l of 15.3 ft. b e -
low t h e top of the c a s i n g . 
The wel l w a s equipped with a F a i r b a n k s - M o r s e 
p u m p , r a t e d at 175 gpm. and se t at a depth of 57 
ft. and d r i v e n by a 1 5 - h p . e l e c t r i c m o t o r . 
Ana lys i s of a s amp le (Lab . No. 78367), c o l -
lec ted Ju ly 8 , 1936 af ter 2 4 - h r . pumping , showed 
the w a t e r to have a h a r d n e s s of 16.2 g r . p e r g a l . , 
a. r e s i d u e of 338 p p m . , and an i r o n content of 1.0 
p p m . 
The pump a s s e m b l y was r e m o v e d and i n -
s ta l led in the new wel l in 1940. The f i l t e r s w e r e 
a l s o r e m o v e d and i n s t a l l ed a t t h e new Shawnee -
town p lan t . The 10- in . cas ing and sand s c r e e n 
a r e s t i l l in the we l l , but i t h a s b e e n fi l led with 
d e b r i s s ince the pump was r e m o v e d by u n a u t h o r -
i zed p e r s o n s . 
Fol lowing the floods of 1937 and 1938-39 , the 
ci ty of Shawneetown was moved to h ighe r ground 
about 3 m i l e s no r thwes t of the old town. 
T h r e e w e l l s w e r e d r i l l ed in 1938 a t the s i te 
of New Shawneetown for t e s t p u r p o s e s and a 
t e m p o r a r y w a t e r supply. 
Well No . 1 was. loca ted a p p r o x i m a t e l y 1400 
ft., S. and 1400 ft. W. of t h e N. E. c o r n e r of S e c -
t ion 26, T. 9 S., R. 9 E. T h i s wel l was 6 in . in 
d i a m e t e r and 85 ft. deep . The wel l was equipped 
wi th a M y e r s deep we l l cy l inder pump r a t e d a t 
SHAWNEETOWN 
Gal la t in County 
F e b . 18, 1948 
8 gpm. and se t at a depth of 81 ft. 
Ana lys i s of a s ample (Lab . No. 84462), c o l -
l ec t ed Oct . 18, 1938, showed the w a t e r f rom Well 
No. 1 to have a h a r d n e s s of 21.0 g r . pe r ga l . , a 
r e s i d u e of 364 ppm. , and an i r o n content of 380 
p p m . 
Well No. 2 w a s located 120 ft. southwest of 
Well No . 1. Th i s wel l was 6 in . in d i a m e t e r and 
105 ft. d e e p . The non-pumping w a t e r l eve l was 
r e p o r t e d to be 45 ft. below the ground su r f ace . 
A n a l y s i s of a s amp le (Lab . No. 84618), c o l -
l ec ted wi th a b a i l e r on Nov. 9, 1938, showed the 
w a t e r to have a h a r d n e s s of 20.0 g r . pe r ga l . , a 
r e s i d u e of 340 p p m . , and an i r o n content of 700.0 
p p m . 
Th i s wel l was neve r u sed . 
Well No. 3 was located about 80 ft. n o r t h e a s t 
of Well No. 1, and was 6 in . in diarre t e r and 223 
ft. d e e p . The non-pumping w a t e r l eve l was r e -
p o r t e d to be 43 ft. below the ground su r f ace . 
The wel l was equipped wi th a M e y e r s d e e p -
wel l cy l inder pump r a t e d at 8 gpm. and se t at a 
depth of 152 ft. 
Th i s wel l was used to supply the refugee 
camp at the new townsi te and for cons t ruc t ion 
p u r p o s e s . The a v e r a g e pumpage was e s t i m a t e d 
to be 3000 gpd. 
A n a l y s i s of a s a m p l e (Lab . No. 84825), c o l -
l ec ted D e c . 19, 1938, showed t h e w a t e r to have a 
h a r d n e s s of 16 g r . pe r g a l . , a res idue: of 379 
p p m . , and an i r o n content of 0.8. ppm. 
T h e s e we l l s w e r e d r i l l e d by the W.P.A. and 
w e r e not a p a r t o f the publ ic w a t e r supply s y s t e m . 
They have been abandoned and the s i t e s a r e o b -
l i t e r a t e d . 
In the s u m m e r of 1939, the State Geologica l 
Survey m a d e a n e l e c t r i c a l e a r t h r e s i s t i v i t y s u r -
vey in the v ic in i ty of New Shawneetown. A c o n -
t inuat ion o f the e l e c t r i c a l e a r t h r e s i s t i v i t y s u r v e y 
was m a d e Nov. 27, 1939 in the v ic in i ty of the 
Shawneetown. l e v e e . 
As a r e s u l t of the t e s t , the mun ic ipa l wel l for 
New Shawneetown was. d r i l l ed in 1940 by John 
B o l l i g e r , at a loca t ion on the levee (or a p p r o x i -
m a t e l y 300 ft. S. and 1800 ft. W. of the N . E . c o r -
ne r of Sect ion 36 , T. 9 S., R. 9 E . ) . 
2 - Shawneetown 
T h i s wel l was f in ished in c o a r s e sand a t a 
depth of 95 ft. be low the top of the l e v e e , which 
is a t an e leva t ion of 360 t f t . , and was cased with 
10- in . pipe f r o m 10 ft. above to 85 ft. be low the 
top of the l e v e e . Ten ft. of Johnson r ed b r a s s 
s c r e e n w a s p laced f r o m 85 to 95 ft. The s c r e e n 
had No. 20 s lot open ings . 
The State Water Survey m a d e a product ion 
t e s t on M a r . 19, 1940. F o r t e s t p u r p o s e s , t he 
wel l w a s equipped with a 4 - s t a g e P o m o n a tu rb ine 
pump se t at a depth of 88 ft. After 1 8 - h r . p u m p -
ing at 200 gpm. , the drawdown was 20 ft. f r o m a 
non-pumping wa te r l eve l of 33 ft. below the top 
of the cas ing . 
The pump ins ta l l a t ion c o n s i s t s of the s a m e 
F a i r b a n k s - M o r s e t u rb ine pump and 15-hp . e l e c -
t r i c m o t o r r e m o v e d f r o m the old Shawneetown 
Well in 1940. The t u r b i n e pump h a s a r a t e d 
capac i ty of 175 g p m . but is now de l i ve r i ng about 
150 gpm. to the b o o s t e r pump a t the t r e a t i n g 
p lant . 
I t w a s r e p o r t e d t ha t following a p r o t r a c t e d 
pe r iod of d rought in the s u m m e r of 1947, the 
p roduc t ive capac i ty of the wel l d e c r e a s e d 50% 
and the pumping w a t e r level had d ropped below 
the upper s ec t ion of the s c r e e n . 
Ana lys i s of a s a m p l e (Lab . No. 113,565), c o l -
lec ted F e b . 18, 1948 af ter 6 - h r . pumping at 150 
gpm. , showed the w a t e r to have a h a r d n e s s of 
21.2 g r . pe r ga l . , a r e s i d u e of 373 p p m . , and an 
i r o n con ten t of 2.3 p p m . 
The w a t e r i s t r e a t e d for i r o n r e m o v a l and 
ch lo r ina t ed . 
Ana lys i s of a s amp le (Lab . No. 114,103), c o l -
lec ted F e b . 18, 1948 showed the t r e a t e d w a t e r to 
have a h a r d n e s s of 21.9 g r . pe r gal . , a m i n e r a l 
content of 374 p p m . , and an i r o n content of 0.10 
p p m . 
Pumpage i s e s t i m a t e d to a v e r a g e 81,000 gpd. 
The old sec t ion of Shawneetown does not have 
a publ ic w a t e r supply . Water for r e s i d e n t i a l and 
b u s i n e s s p u r p o s e s i s obtained f r o m sand points 
d r i v e n to depths of 25 to 30 ft. 
LABORATORY NO. 113,565 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
village of Sheffield (948) about 1894. 
Water was first obtained from a dug well lo-
cated back of the city hall, at the northwest cor -
ner of Cook and Main St. (or approximately 2250 
ft. N. and 1100 ft. E. of the S. W. corner of Sec-
tion 19. T. 16 N., R. 7 E.). 
The well was 9 ft. in diameter and 46 ft. deep 
below a ground surface elevation of 686t ft. 
About 1902, increased demand made it necessary 
to construct another dug well, 5 ft. to the north 
of the first well. It was 10 ft. in diameter by 50 
ft. in depth and was reported to be curbed with 
an 8-in. brick wall and cemented to a depth of 32 
ft., below which wood curbing was used and 
driven into the clay at the bottom of the well. 
The two wells were connected by a 2-in. pipe 
in the bottom of the 46-ft. well, and in 1920 the 
older well had been filled in. The well was 
equipped with an American Well Works deep-well 
pump with the bottom of a 6-in. cylinder set at 2 
ft. above the bottom of the well. 
In 1914, the water level was 36 ft. below the 
surface; and during pumping, the water was drawn 
down 12 ft. On Aug. 1, 1922, the water level was 
31 ft. and the water was lowered to the base of 
the pump, about 10 ft., after 2 1/4-hr. pumping 
at 136 gpm. On the same date the inflow of the 
well was calculated at 95 gpm. 
This well is still in existence but no longer 
used. The pump has been removed. 
The supply is now obtained from 2 wells, one 
drilled in 1923 and the other in 1940. Both wells 
are located on the south side of Church St., 1/2 
block west of Main St. 
In 1923, a dug and drilled well now called East 
Well was constructed 200 ft. south of the old well, 
and located on the south side of Cook St. on the 
east side of the first valley west of Main St. The 
well was dug to a depth of 34 ft. below a ground 
surface about 3 ft. lower than at the old well. 
The walls and floor were concrete. From the 
bottom of the dug portion, a 16-in. pipe was 
sluiced in, with the bottom of the pipe set at 67 
ft. below the surface. A 10-in. pipe, with 25 ft. 
of 9 5/8-in. copper-wrapped screen welded on at 
the bottom, was placed inside the 16-in. pipe. 
Pea gravel was. poured around the 10-in. pipe, 
and the screen and the 16-in. pipe withdrawn. 
The original centrifugal pump unit was set 
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in the pit. A Pomona turbine unit was installed 
in 1936 and the pump base set on top of the c a s -
ing which was extended upward to about 1 ft. 
above the pump house floor level. 
The well was cleaned out in 1936, and on Feb. 
2, 1937, the water level was 41 ft. below the top 
of the casing. On Oct. 4, 1939, a short produc-
tion test was made by the State Water Survey. 
The water level, before the test was 31 1/2 ft. 
below the pump base. After pumping 1 h r . at 
106 gpm., the drawdown was 5 1/4 ft.; and, after 
the second hour of pumping at 147 gpm., the 
drawdown was 8 1/2 ft. 
The Pomona turbine pump, installed in this 
well in 1936, was later removed and placed in 
another well, and the present installation con-
sis ts of a Pomona turbine No. S. W. 1928. Power 
is furnished by a 5-hp., 1735 rpm. Westinghouse 
motor, No. 2740. The length and size of the col-
umn pipe is not known, but it is believed that the 
bottom of the bowls is set at 60 ft. below the 
pump base. This pump is operated about 3 hr . 
per day and discharges at a rate of 70 gpm. 
Analysis of a sample (Lab. No. 111,808) col-
lected Sept. 10, 1947, after, pumping 35 min. 
showed the water from the East Well to have a 
hardness of 40.2 gr . per gal., a mineral content 
of 914 ppm., and an iron content of 1.2 ppm. 
The West Well was drilled in 1940 by D. E. 
Edwards, West Branch, Iowa, and located 10 ft. 
south and 25 ft. west of the East Well on the south 
side of Cook St. (or approximately 2040 ft.N. and 
1075 ft. E. of the S. W. corner of Section 19). 
The well is 10 in. in diameter and 71 ft. deep and 
is cased to a depth of 63 ft. 2 in. with 10-in. 
wrought iron pipe, below which is 10 ft. of John-
son Everdur screen with No. 110 slot openings 
between depths of 63 ft. 2 in. and 71 ft. 2 in. 
During the drilling of the West Well, 6 pilot 
holes were drilled and gravel was poured into 
the holes as the well was developed. The diam-
eter of the holes varied from 3 5/16 to 8 in. and 
the distances of the holes from the West Well 
varied from 4 to 5 1/2 ft. On July 25-26, 1940, a 
production test of the West Well was made by the 
State Water Survey. Observations of water levels 
were made in the pilot holes and the East Well. 
Pr ior to the test , the water level in the West 
Well was 38 ft. below the ground surface. After 
1-hr. pumping at 480 gpm. the drawdown in the 
West Well was 18.0 ft. and in the pilot holes the 
drawdown varied from 6.2 to 7.8 ft. The pumping 
rate was gradually decelerated and after 12 hr . , 
2 - Sheffield 
when pumping at 180 gpm. the drawdown in the 
West Well was 8 1/2 ft. and in the pilot holes the 
drawdown was 6.2 ft. One hr . after stopping the 
pump the water level was 4.0 ft. below the level, 
prior to starting the test . 
The pumping assembly formerly installed in 
the East Well and then removed in 1936, consists 
of: 60 ft. of column pipe; 8-in., 8-stage Pomona 
turbine pump, No. M-2809, rated at 200 gpm. 
against 180 ft. of head at 1760 rpm.; the overall 
length of the pump is 5 ft.; 15-hp., 1767 rpm., 
Westinghouse Electric motor, No. 8105880. 
In Nov. 1941, the production declined. Mr. 
D. E. Edwards surged the well and removed a 
heavy clay deposit from the screen. The non-
pumping water level was 40 ft. 4 in. below the 
pump base. In Mar. 1943, the pump was being 
operated on an average of 4 to 5 h r . daily to sup-
ply 305 services . 
Analysis of a sample (Lab. No. 111,807) col-
lected Sept. 10, 1947, after 3-hr. pumping, showed 
the water in the West Well to have a hardness of 
30.2 gr. per gal., a residue of 603 ppm., and an 
iron content of 2.2 ppm. 
The water is not treated. 
Pumpage is estimated to be 72,000 gpd. 
LABORATORY NO. 111,807 
I l l ino is Sta te Water Survey - Bul le t in No. 40 
A publ ic wa te r supply w a s ins ta l l ed for the 
c i ty of Shelbyvil le (4092) in 1885 by the Ci ty 
Water C o . , New York , New Y o r k . The s y s t e m 
w a s p u r c h a s e d by the ci ty in 1925. 
Water w a s obtained f r o m the K a s k a s k i a R ive r 
unt i l 1899. 
In 1899, twen ty - two we l l s w e r e in s t a l l ed in 
the K a s k a s k i a R i v e r bo t toms about 3 /4 mi l e e a s t 
of the c e n t e r of the c i ty . The wel l s w e r e c o n -
nec ted to two suc t ion l ines which i n t e r s e c t a t a 
s m a l l angle at a point about 230 ft. no r th of the 
r i v e r ( a p p r o x i m a t e l y 550 ft. N . , and 1770 ft. E. 
of the S.W. c o r n e r of Sect ion 8, T. 11 N., R. 4 E . ) . 
One suct ion line r u n s n e a r l y p a r a l l e l to the r i v e r 
to the n o r t h e a s t , and the o the r a n g l e s toward the 
r i v e r t o the sou thwes t . The ground surface e l e -
va t ion at the i n t e r s e c t i o n is 560 ft. 
Ten we l l s w e r e loca ted southwest of the i n -
t e r s e c t i o n , and 12 we l l s to the n o r t h e a s t . The 
we l l s w e r e loca ted a l t e r n a t e l y about 20 ft. no r th 
and south of the m a i n suc t ion l i n e s , and the i n t e r -
sec t ions of the sho r t suct ion p ipes leading to 
t h e m w e r e about 50 ft. a p a r t . The we l l s w e r e 
n u m b e r e d consecu t ive ly f r o m southwest t o n o r t h -
e a s t . 
The w e l l s wer e r e p o r t e d to be 6 in . in d i a m -
e t e r and about 22 ft. d e e p , with 6- in . c a s i n g s r e -
po r t ed to extend to depths of 17-20 ft. 
Well No. 17 was abandoned about 1918. Well 
No. 3 1/2, loca ted be tween Wel l s No. 3 and 5, and 
Well No. 22 1/2, loca ted at the e a s t end of t h e 
l ine of w e l l s , w e r e d r i l l ed about 1916, and w e r e 
r e p o r t e d to be s i m i l a r in c o n s t r u c t i o n to t h e 
o r ig ina l w e l l s . 
All of the o r ig ina l wells and Well No. 3 1/2 
w e r e abandoned p r i o r to 1930. 
Ana lys i s of a s amp le (Lab . No. 39741) c o l -
l ec ted July 15 , 1918 showed the w a t e r f r o m one 
of the we l l s to have a h a r d n e s s of 17.7 g r . p e r 
ga l . , a . r e s i d u e of 378 p p m . , and an i r o n content 
of 0.6 p p m . 
In 1912, Well A, o r ig ina l ly c o n s t r u c t e d in 
1886, as an intake and suc t ion we l l , 26-ft . od. 
wi th 12- in . wa l l , was conve r t ed into a g round 
w a t e r wel l by deepening i t as a 3 6 - i n . hole and 
p lac ing 26 - in . id . p o r o u s c o n c r e t e pipe f r o m 18 
ft. below to 43 ft. below the top of the dug wel l 
c u r b . The top of the c o n c r e t e ca s ing i s capped 
and s e a l e d . This wel l is loca ted about 60 ft. 
no r thwes t of t h e i n t e r s e c t i o n of the m a i n suc t ion 
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l i n e s . The dug wel l i s curbed with b r i c k and the 
top is roofed with l u m b e r . On July 10, 1948 the 
depth to w a t e r w a s 20 ft. below the top of the wel l 
cu rb or 3.6 ft. below the r i v e r s t a g e . The top of 
the c u r b i s about e l eva t ion 575 t ft. 
Well A is not used dur ing high wa te r s t a g e s . 
The dug w e l l s , B and C, w e r e c o n s t r u c t e d in 
1918 by c i ty e m p l o y e e s at a loca t ion 75 ft. a p a r t 
and about 225 ft. f r o m the i n t e r s e c t i o n of the two 
suct ion l i n e s . Well B is 25 ft. and Well C is 75 
ft. f r o m the r i v e r bank. 
C o r r e l a t e d d r i l l e r ' s log of Well B furn ished by 
the State Geologica l Survey: 
T h e s e we l l s a r e 12 ft. i d . , 28 ft. deep , and a r e 
wal led with c o n c r e t e , 12 in . th ick . In 1923, i t was 
n e c e s s a r y t o r e p a i r t h e s e w e l l s . Blue c lay had 
cut off the w a t e r . F o u r - i n c h p e r f o r a t e d p ipes 
w e r e fo rced out 25 ft. below the top of the wel l 
wa l l s into w a t e r - b e a r i n g g r a v e l . 
Wel ls B and C w e r e subsequen t ly connected 
to in f i l t r a t ion g a l l e r i e s . In 1938, about 75 ft. of 
30 - in . id . p o r o u s c o n c r e t e pipe was la id be tween 
the 2 we l l s at a depth of 28 ft. In 1941 , about 150 
ft. of 3 0 - i n . id . p o r o u s c o n c r e t e pipe was la id 
along the r i v e r bank n o r t h e a s t of Well B, at a 
depth of 28 ft. 
In 1924, five we l l s w e r e d r i l l e d by W. C. 
W a r r e n , She lbyvi l le . These w e l l s a r e opposi te 
the o r i g i n a l we l l s a long the n o r t h e a s t end of the 
m a i n suc t ion l ine , and a r e des igna ted Wells No. 
16 1 /2 ,17 1/2, 19 1/2, 21 1/2 and 22 1/2. T h e s e 
we l l s w e r e 26 ft. d e e p , and w e r e c a s e d with 8- in . 
s t ee l p i p e , p e r f o r a t e d a t the b o t t o m s . C o r r o s i o n 
and depos i t clogged the p e r f o r a t i o n s , and the 
we l l s w e r e abandoned . 
Wel l s , known as No. 4 , 5 , and 6 , w e r e d r i l l ed 
in 1929 by Thorpe C o n c r e t e Well C o . , Alton, and 
loca ted in a s t r a i gh t l ine n e a r the r i v e r , with the 
n e a r e s t one about 60 ft. south of Well C. The 
w e l l s w e r e 26 ft. d e e p , and w e r e c a s e d with 2 6 -
2 - Shelbyville 
in. id. by 36-in. od. concrete. The lower sec -
tions were porous concrete. 
Pumping vacuum could not be maintained in 
these wells and they were abandoned after tes ts 
made in July 1930. 
In the spring of 1930, three more wells known 
as No. 1, 2, 3, were drilled by Thorpe Well Co. 
along the south side of the northeast main suction 
line. These wells were cased with 26-in. id. by 
36-in. od. concrete pipe, and were 28 ft. deep be-
low ground level. The lower sections of the c a s -
ings were porous concrete screen. The tops of 
the casings are 5 to 6 ft. above ground level and 
are capped and sealed. The pumps are operated 
under vacuum. 
A ser ies of production tes t s was made on the 
city wells in July, 1930 by A. C. Stanfield, en-
gineer. Water was pumped from the wells at the 
highest ra tes at which the pump did not break 
suction. Some of the results obtained are given 
in Table 1. 
TABLE 1 
Three wells, known as Wells No. 7, 8 and 9, 
were drilled in June 1934 by Thorpe Well Co., 
and located northeast of Wells No. 1, 2, and 3. 
The wells are 28 ft. deep below ground level and 
were cased with 40-in. od. concrete pipe and 
porous concrete screens . The tops of the casings 
are 4 to 5 ft. above ground level and are capped 
and sealed. The wells are in service and the 
pumps are operated under vacuum. 
In 1934, it was reported that the water sys -
tem yielded 1000 gpm., and that after 4-hr . 
pumping, the drawdown was 9 ft. from a non-
pumping water level of 15 ft. below the ground 
surface. Water levels vary with the r iver stage. 
In 1935, most of the city supply was obtained 
from Wells A, B, C, and one of the Thorpe Wells. 
The other 5 Thorpe wells were available, but 
seldom used. 
Wells No. 10 and 11 were constructed in 1941 
by Harry Riley, Shelbyville, and located on the 
easterly side of and close to the old southwest 
suction line. The concrete casings and screens 
were salvaged from the abandoned Wells No. 4, 
5, and 6 and used to construct Wells 10 and 11. 
The wells are 28 ft. deep below ground level and 
are capped and sealed below the ground surface. 
Wells No. 10 and 11 serve as auxiliary supply 
units in summer. 
Until 1935 water was pumped from the wells 
by direct suction with pumps located in the pump-
ing station about 200 ft. northwest of the in ter -
section of the main suction l ines. Two American 
Well Works centrifugal pumps of 1000 and 700 
gpm. capacity were used. Power was furnished 
by two 23-hp. General Electr ic motors . One of 
the pumps has been disconnected. The other 
pump, No. 53936, rated at 1000 gpm. capacity 
serves as a booster to the storage reservoi r . 
Since 1935, the well pumping equipment has 
consisted of 2 identical, size 1, Nash-Hy-tor 
vacuum pumps, Test No. 63477 and 63478. The 
pumps will hold 26 ft. of vacuum pull by either 
of two 5-hp. General Electric motors , operating 
at 860 rpm. 
Analysis of a sample (Lab. No. 115,262) col-
lected July 10, 1948, after 7 1/2-hr. pumping at 
800 gpm. from Wells No. 1, 2, 3, 7, 8, 9 and in-
filtration gallery B, showed the water to have a 
hardness of 17.3 gr. per gal., a residue of 314 
ppm., and an iron content of 0.2 ppm. 
The water is chlorinated. 
F r o m July 10, 1947 tp July 10, 1948, metered 
pumpage averaged 498,560 gpd. 
Shelbyvi l le - 3 
LABORATORY NO. 115,262 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed in 1897 
by the village of Sheldon (1036). 
Several shallow wells were drilled but did 
not yield enough water. Then a well was drilled 
to a depth of 1850 ft. and located on the north 
side of Center St. about midway between Third 
and Fourth St. (or approximately 2600 ft. S. and 
2200 ft. W. of the N. E. corner of Section 2, T. 
26 N., R. 11 W.). 
The hole and casing record are reported to 
be: 
Hole Record 
10-in. from 119 to 229 ft. 
8-in. from 289 to 630 ft. 
6-in. from 1157 to 1770 ft. 
Casing Record \ 
12-in. from 0 to 96 ft. 
10-in. from 96 to 119 ft. 
8-in. from 229 to 289 ft. 
4 1/2-in. from 630 to 1157 ft. 
The casing was replaced in 1907 and 1914. 
In 1922, the well was repaired by J. P. Miller 
Artesian Well Co., Brookfield, and cased to 1157 
ft. After r epa i r s , the depth of the well was 1672 
ft. The 4 1/2-in. casing had been filled and the 
yield reduced. 
In 1913 the non-pumping water level was r e -
ported to be 80 ft. below a ground level elevation 
of 682t ft., and in May 1923 the non-pumping 
water level was 50 ft. In 1913 and 1923 the yield 
was reported to be about 30 gpm. 
Analysis of a sample (Lab. No. 38916) col-
lected Feb. 5, 1918 showed this water to have a 
hardness of 1.4 gr . per gal., a residue of 600 
ppm., and an iron content of 0.1 ppm. 
The well was abandoned in 1926 because of 
inability to fish out the pump, accidentally dropped 
The well has been filled with cinders and capped 
with concrete. 
A small diameter well was drilled about 1913, 
a few feet from the deep well and was used for a 
while but never produced much water. There is 
no evidence of the well. It is probably covered 
by the concrete floor of the main pumping station. 
Well No. 2 was drilled in 1914 and located 
4 1/2 blocks due north of the deep well, on the 
SHELDON 
Iroquois County 
Nov. 11, 1948 
east side of Third St. north of Iroquois St. (or 
approximately 700 ft. S. and 2320 ft. W. of the 
N. E. corner of Section 2). When completed the 
well was said to be 130 ft. deep but in 1937, the 
depth was reported to be 112 ft. 
The well was cased with 6-in. pipe with a 
perforated pipe screen, length unknown. 
In 1918, the static water level was 20 ft. be -
low ground surface. On Apr. 29, 1943 when 
pumping at 40 gpm. the drawdown was about 13 
ft. from a water level of 27 ft.' 
The well has filled with sand below a depth 
of 65 ft. and is out of service because the pump 
discharges sand with very little water. The 
pumping equipment includes a Pomona turbine 
pump, No. G 6707, and 5-hp. Westinghouse e lec -
t r ic motor. 
Analysis of a sample (Lab. No. 82390) col-
lected Nov. 17, 1937 showed this water to have a 
hardness of 10.4 gr. per gal., a residue of 310 
ppm., and no iron. 
Well No. 3 was drilled in 1928 to a depth of 
116 ft. by Guy Marvin and Tom Mills, Sheldon, 
and located 20 ft. west of Well No. 2. The well 
was cased with 10-in. pipe below which a home-
made perforated pipe screen of unknown length 
was set in coarse gravel. 
On Nov. 17, 1937 the non-pumping water level 
was 35 ft. and when pumping at 100 gpm. the 
drawdown was 10 ft. On Apr. 29, 1943, when 
pumping at 100 gpm. the drawdown was 16 ft. 
from a non-pumping level of 27 ft. 
A new 10-in. casing and 10 ft. of 8-in. screen 
were installed, after which the yield rate was 25 
gpm. The casing and screen have been removed 
and the well filled with gravel. 
Well No. 4 was drilled in 1945 to a depth of 
116 ft. by John Bolliger and Sons, Fairbury, and 
located 40 ft. south of Well No. 2. The ground 
elevation at the well-site is 683± ft. 
The well was cased with 10-in. pipe, and with 
16 ft. of 10-in. Johnson screen, and when com-
pleted, the static water level was 47 ft. below the 
ground surface. Water was pumped for several 
hours at a rate of 450 gpm. The turbine setting 
was 65 ft. below ground level. 
Well No. 4 is the sole source of public supply 
at present . The pumping equipment includes a' 
2 - Sheldon 
10-in. American Well Works turbine pump, No. 
72340, having a rated capacity of 360 gpm. against 
a head of 100 ft.; 15-hp. U. S. electric motor. 
Analysis of a sample (Lab. No. 116,416) col-
lected Nov. 10, 1948 after 15-minutes pumping 
showed the water to have a hardness of 9.6 gr. 
per gal., a residue of 302 ppm., and an iron con-
tent of 0.9 ppm. 
Well No. 5 is being drilled by J. Bolliger & 
Sons and is located 63 ft. east of Well No. 4. It 
is being cased with 10-in. pipe and a 10-ft. length 
of 10-in. Johnson Everdur screen is on hand for 
installation. The top 4 ft. of the screen has No. 
40 slot openings; the next 3 ft. has No. 60 slots 
and the bottom 3 ft. has No. 80 slots. 
On Nov. 11, 1948 the drilling had reached a 
depth of 101 ft. The following pumping equipment, 
removed from Well No. 3, is to be installed in 
Well No. 5: 60 ft. of 4-in. column pipe; 6-in. 
Worthington turbine pump, 300 QDE 10, Serial 
No. T 1639, 5-hp. U. S. electric motor. 
Pumpage is estimated to average 50,000 gpd. 
Sample-study log of Well No. 4 furnished bythe 
State Geological Survey: 
LABORATORY NO. 116,416 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed in 1905 
by the village of Sibley (374). 
A well was drilled in 1907, to a depth of 117 
ft., by Otto Stiegman, Roberts , and located about 
200 ft. south of Ohio St. and 200 ft. east of Sciota 
St. (or approximately 870 ft. S. and 770 ft. E. of 
the N. W. corner of Section 35, T. 24 N., R. 7 E.). 
The ground elevation is 814± ft. 
The well was cased with 107 ft. of 8-in. pipe 
and 10 ft. of 7 3/4-in. od. Cook screen, having 
No. 10 slot openings. The old 4 3/4-in. cylinder 
was worn out in 1925 and replaced by the present 
cylinder. At that time the water level was 46 ft. 
below the ground surface, and the pumping rate 
was estimated at 35 gpm. The well was repaired 
by L. F. Swanson, Gibson, in 1933 and a new 
screen installed. The slot openings were too 
small and the new screen did not give satisfac-
tion. John Bolliger, Fairbury, replaced the new 
screen with 8 1/2 ft. of the old original screen 
in which additional openings were made, and the 
well continued to furnish the entire village sup-
ply. When the pump was out in 1945 the water 
level was 50 ft. below the pump base floor. This 
well is the source of the public supply. 
SIBLEY 
Ford County 
Oct. 16, 1948 
The pumping equipment consists of a 24-in. 
Gould plunger pump No. 12559 with a 5 1/4-in. 
cylinder attached to 100 ft. of 5-in. drop pipe. 
The pump is operated at a speed of 27 spm. and 
is belt-driven by a 5-hp. General Electric motor. 
The discharge of the pump is estimated to be 50 
gpm. 
Analysis of a sample (Lab. No. 116,216) col-
lected Oct. 16, 1948 after 30-minutes pumping 
showed this water to have a hardness of 15.9 gr. 
per gal., a residue of 310 ppm., and an iron con-
tent pf 0.8 ppm. 
A 4-in. well was drilled in 1925 to a depth of 
108 ft. and located at the south end of the pump-
ing station. The pump installation includes a 
plunger pump with a 2 1/4-in. cylinder set at 86 
ft., belt-driven by a 1 1/2-hp. General Electric 
motor. 
The well is maintained for emergency use 
but has not been used since the spring of 1948 
because of a belt-pulley being in poor repair . 
Pumpage is estimated to average 12,000 gpd. 
LABORATORY NO. 116,216 
I l l ino i s S ta te Wa te r Survey - Bu l l e t i n No . 40 
A publ ic w a t e r supply w a s i n s t a l l e d in 1928 
by the v i l l age of Sidel l (653). 
Water w a s o r ig ina l ly obtained f r o m a dug wel l 
p u r c h a s e d by the v i l l age about 1908, and loca ted 
n o r t h w e s t of the i n t e r sec t ion of G r a y and Main 
St . (or a p p r o x i m a t e l y 1000 ft. N. and 200 ft. E. 
of the S.W. c o r n e r of Sec t ion 22, T. 17 N . , R. 13 
W.) . The wel l was 4 ft. in d i a m e t e r and 29 ft. 
deep f r o m a ground level e l eva t i on of 683 i ft. 
The wel l was l ined with b r i c k with the top five 
feet of the wel l widened to five feet d i a m e t e r . 
The top of the manhole is in the bo t tom of a pit 
6.5 ft. below ground l e v e l . 
The pumping equ ipment c o n s i s t s of a Westco 
cent r i fuga l pump No. 6 H 5-25-4543AB r a t e d at 
35 g p m . at 120 l b . head and a 5 -hp . 1740 r p m . 
G e n e r a l E l e c t r i c m o t o r . I n 1938, the pump w a s 
ope ra t ed about 1 1 /2 h r . da i ly , in t h r e e 3 0 - m i n . 
p e r i o d s . During p ro longed p e r i o d s of d r y w e a t h e r , 
the dug wel l did not furn ish sufficient w a t e r . The 
supply w a s obtained f r o m a d e e p e r tubu la r we l l 
and the dug wel l w a s used as a r e s e r v o i r . 
The d e e p e r we l l had a l so been d r i l l e d about 
1908 and is loca ted in the p a r k about 50 ft. south 
and 100 ft. w e s t of the dug we l l . 
A. L . S t i ce , Danvi l le , w o r k e d on t h i s we l l in 
1944. He r e p o r t e d the depth to be 107 ft. and the 
s t a t i c w a t e r l eve l to be 67 ft. be low ground l e v e l . 
InSep t . 1947, C . E . B r e m e r and Sons , Lebanon , 
Ind. , r e m o v e d the pump and r e p o r t e d the fol low-
ing m e a s u r e m e n t s of the wel l : t o t a l depth of we l l 
w a s 126 ft., c a s e d with 6 - in . pipe to 105 ft. and 
3- in . pipe f r o m 105 to 122 ft. The pumping a s -
s e m b l y , as r e i n s t a l l e d , c o n s i s t e d of 4 ft. of pit 
sec t ion ; 92.6 ft. of 1 1/4-in. d r o p p ipe ; 2 1/2-in. 
c y l i n d e r , 1.3 ft. long; 16.4 ft. of 1 1/4-in. suct ion 
pipe; p o w e r - d r i v e n hand pump f r o m a 1/3-hp. 
C e n t u r y e l e c t r i c m o t o r . 
In 1947 w a t e r was be ing pumped f r o m t h i s 
we l l into the dug wel l , and then w a s pumped f r o m 
the dug wel l about 4 t i m e s da i ly . Before p u m p -
ing , the w a t e r l eve l in the dug wel l w a s about 6 
ft. be low the top of the manho le or 12 ft. below 
SIDELL, 
V e r m i l i o n County 
D e c . 8 , 1948 
ground l e v e l . Dur ing wet p e r i o d s , the w a t e r 
l eve l w a s within 6 in . of the top of the m a n h o l e , 
and i t w a s u n n e c e s s a r y t o p u m p f r o m the d e e p 
w e l l . 
On Sept . 24 , 1947 a p roduc t ion t e s t of the 
deep wel l w a s m a d e by the State Water Survey . 
Water was pumped for about 12 h r . at a r a t e of 
4.5 gpm. T h r e e h o u r s af ter s topping the pump , 
the w a t e r l eve l was 97 ft. below ground l e v e l . 
The w a t e r w a s co lo red with sha le and w a s pumped 
to w a s t e on Sept. 25 , then on Sept . 26 wa te r was 
pumped into the dug we l l . After about 7 or 8 h r . , 
the pumping r a t e was o b s e r v e d to be about 1.7 
gpm. 
The dug we l l is s t i l l the s o u r c e of the public 
supply, augmen ted by the ava i lab le yield f r o m 
the d r i l l e d we l l . The l a t t e r can be u s e d about 
s ix t i m e s da i ly for pumping p e r i o d s of one hour 
each at an a v e r a g e of 2 g p m . On Dec . 1, 1948 
the depth of the dug wel l was 29 ft. below ground 
level and the p u m p was o p e r a t e d for one hour a t 
five A. M. af ter a 7 - h r . non-pumping p e r i o d . 
Subsequent pumping p e r i o d s w e r e l imi t ed to 30 
m i n . following 2 - h r . non-pumping p e r i o d s . At 
11:21 A . M . the non-pumping w a t e r leve l was 9.2 
ft. below the top of the manhole cove r and af ter 
1 9 - m i n . pumping at an e s t i m a t e d r a t e of 30 gpm. 
the drawdown was 9.0 ft. After a 20 -min . n o n -
pumping pe r i od the w a t e r l eve l was 14.4. The 
r a t e of inflow was ca lcu la ted to be 18 gpm. 
A n a l y s i s of a sample (Lab . No. 116,652) c o l -
l e c t e d D e c . 1 , 1948 a f t e r 2 0 - m i n . pumping showed 
th i s wa te r to have a h a r d n e s s of 34.0 g r . pe r 
ga l . , a r e s i d u e of 1177 p p m . , and an i r o n content 
of 0.3 p p m . 
P u m p a g e i s e s t i m a t e d to a v e r a g e 7100 gpd. 
In an effort to supp lement the w a t e r supply , . 
17 t e s t ho l e s w e r e d r i l l ed in July 1948 by Hayes 
and S i m s , Champaign , and loca ted in , and i m -
m e d i a t e l y ad jacent t o , the v i l lage l i m i t s . The 
b e s t p r o s p e c t w a s found j u s t ou ts ide the s o u t h -
e a s t c o r p o r a t i o n l i m i t s w h e r e a w a t e r - b e a r i n g 
g r a v e l fo rma t ion was encoun te r ed at a depth of 
about 30 ft. 
2 - Sidel l 
LABORATORY NO. 116,652 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed in 1939 
by the village of Sidney (567). 
Water is obtained from a well drilled in 1939 
to a depth of 56 ft. by Guy McElwee, Sidney and 
located east of David St. and south of the Wabash 
R. R. (or approximately 1000 ft. S. and 1700 ft. 
W. of the N. E. corner of Section 16, T. 18 N., R 
10 E.). 
The elevation of the ground surface at the 
well-site is 665t ft. 
Sample-study log of well drilled in 1939 furnished 
by the State Geological Survey: 
The well is cased with 46 ft. of 6-in. pipe and 
SIDNEY 
Champaign County 
Dec. 15, 1948 
10 ft. of 6-in. Cook brass screen, the lower 8 ft. 
of the screen, having No. 14 slot openings. 
A production test was made by the State Water 
Survey on Aug. 15, 1939. Static water level was 
22 ft. below the top of the casing and after 7-hr. 
pumping at 30 gpm. the drawdown was 11 1/2 ft. 
Thirty minutes after stopping the pump, the water 
level was 1 ft. below the starting level. 
The pumping equipment includes a Fa i rbanks-
Morse turbine pump, No. 5518, and a 2-hp. e lec -
t r ic motor. In Dec. 1948, the pump would break 
suction after 7-hr. pumping at 65 gpm. and was 
throttled to 55 gpm. 
Analysis of a sample (Lab. No. 116,738) col-
lected Dec. 15, 1948, after 5 1/2-hr. pumping 
showed this water to have a hardness of 13.3 gr. 
per gal., a residue of 435 ppm., and an iron con-
tent of 3.1 ppm. 
All water is aerated and filtered. Analysis 
of a sample (Lab. No. 116,739) collected Dec. 15, 
1948 showed the treated water to have a hardness 
of 14.0 gr. per gal., a mineral content of 407 
ppm., and an iron content of 0.1 ppm. 
Metered pumpage averages 19,310 gpd. 
LABORATORY NO. 116,738 
Illinois State Water Survey - Bulletin No. 40 
The public water works of the city of Silvis 
(2990) was installed in 1910. 
Water was first obtained from a well dug in 
1910 to a depth of 28 ft. and located opposite the 
city hall at the northeast corner of F i r s t Ave. 
and Twelfth St. (or approximately 1200 ft. S. and 
1230 ft. E. of the N.W. corner of Section 32, T. 
18 N., R. 1 E). The diameter of the well was 15 
ft., and the well was lined with steel plate to its 
full depth. The elevation of the ground surface 
is 580± ft. 
In 1912, it was reported that the water level 
varied with the Mississippi River level, one mile 
distant. In August 1923, there was 4 ft. of water 
in the well, but the water level did not change 
when pumping from the deep well 55 ft. to the 
south. At the same t ime, water was pumped from 
the shallow well twice daily, and the well was de-
watered in 18 min. 
Water is pumped by a single-stage Gould's 
centrifugal pump No. 156437, connected to a 2-
hp. electric motor, No. 100491. There is also a 
Weinman centrifugal pump connected to a 3-hp. 
Master electr ic motor. The pump discharges 
into the reservoir at an estimated rate of 100 
gpm. and in Oct. 1947 was operated about 24 hr . 
daily. 
Analysis of a sample (Lab. No. 112,247), col-
lected Oct. 17, 1947, showed the water in this 
well to have a hardness of 26.6 gr. per gal., a 
mineral content of 1312 ppm., and a t race of 
iron. The quality is not representative of waters 
from this depth in this vicinity. Approximately 
60% of this water appears to have originated in 
the St. Pe ter -Jordan sandstone and entered the 
unconsolidated surface formation by way of the 
Ice Company's reservoir located 600 ft. north-
east . 
SILVIS 
Rock Island County 
October 17, 1947 
A second well was drilled in 1912 to a depth 
of 1985 ft. and located 55 ft. south of the old well. 
The well was cased with 15-in. cast iron pipe to 
a depth of 38 ft.; with 12-in. Byers pipe from 38 
to 278 ft.; and with 9-in. Byers pipe from 278 to 
1178 ft. The top of the casing was 10 ft. below 
the ground surface. 
When the well was completed, the water 
flowed freely over the top of the well, and this 
furnished practically the entire supply for the 
city until 1923. At that time the free flow rate 
averaged 23 gpm. A 4-in. suction line was placed 
in the well to a depth of 30 ft., and the daytime 
pumping rate was estimated at 490 gpm. During 
pumping operations, the depth to water ranged 
from 20 to 21 ft. below the top of the. casing. On 
Oct. 17, 1947, the non-pumping water, level was 
80 ft. below the pump base and when pumping at 
475 gpm., the drawdown was 60 ft. 
The existing pump assembly, installed in 
April 1947, consists of 150 ft. of 6-in. column 
pipe; 8-in., 9-stage Peer less oil lubricated t u r -
bine pump, No. 30495, rated at 500 gpm. against 
150 ft. of head; the overall length of the pump is 
5 1/2 ft.; 150 ft. of 1/4-in. copper air line; 10 ft. 
of 6-in. suction pipe; 30-hp., 1800 rpm. U. S. 
electric motor, No. 163256. 
This pump is operated 7 to 8 hours daily. 
Analysis of a sample (Lab. No. 112,246), co l -
lected Oct. 17, 1947, showed the water from this 
well to have a hardness of 27.1 gr. per gal., a 
residue of 1709 ppm., and an iron content of 0.2 
ppm. A quality-source test made on Dec. 10, 
1943 showed the presence of some water, from a 
depth above the St. Peter sandstone, to be enter -
ing the well at a rate of about 5 gpm. 
The water is not t reated. Pumpage is e s -
timated to average 290,000 gpd. 
LABORATORY NO. 112,247 
2 - Si lvis 
LABORATORY NO. 112,246 
C o r r e l a t e d d r i l l e r ' s log of the Cont inenta l Ice Company wel l , S i l v i s , 
furnished by the State Geological Survey: 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
village of Somonauk (610) about 1880. 
The initial source of the supply consisted of 
a single well now called the East Well, reported 
to have a depth of 190 ft. and a diameter of 10 in. 
Another well called the West Well drilled to a 
depth of 502 ft. was added to the supply in 1903. 
These 2 wells have constituted the source of 
the entire public water supply. They are spaced 
about 11 ft. apart and are located in a pit 4 ft. 
below the ground surface about 90 ft. north of the 
center of the Chicago, Burlington and Quincy R.R. 
and 40 ft. east of the center of Gage St. (approxi-
mately 1570 ft. N. and 250 ft. W. of the S. E. 
corner of Section 32, T. 37 N., R. 5 E.). 
The ground surface at the tops of the wells 
is 685± ft. 
The productive capacities of these wells has 
never been definitely determined. A combined 
production of 340 gpm. was reported in 1915 and 
365 gpm. in 1922. A non-pumping water level of 
12 to 14 ft. below the ground surface was reported 
in the West Well on Mar. 9, 1922. 
The West Well was drilled by the J. P. Miller 
Artesian Well Co., Brookfield, in 1903. 
The West Well was reported cased with 10-
in. pipe to a depth of 115 ft. and 13 ft. of 8-in. 
liner was placed between depths of 102 and 115 
ft. 
On Oct. 7, 1947, the water level in the West 
Well, when pumping at 175 gpm., was 18 ft. below 
the pump base. During this operating period the 
East Well pump "kicked i n " for about one minute 
and the water level in the West Well was lowered 
an additional foot. The pumping water level in 
SOMONAUK 
DeKalb County 
Oct. 14, 1947 
the East Well was 17 ft. below the same eleva-
tion. 
Dr i l le r ' s log of the West Well correlated by the 
State Geological Survey: 
Analysis of a sample (Lab. No. 112,144), col-
lected Oct. 7, 1947 after 30-min. pumping at 175 
gpm. when the east well pump was idle, showed 
this water to have a hardness of 20.2 gr. per gal., 
a residue of 343 ppm., and an iron content of 1.4 
ppm. 
Both wells are in daily service and are 
equipped with identical Aurora Pump Co. cen t r i -
fugal pumps each having a rated capacity of 125 
gpm. against a pressure of 50 psi . , and each is 
powered by a 10-hp. Westinghouse electric motor. 
The pump in the East Well was installed in 1941, 
and in the West Well, in 1945. Pumping is auto-
matically controlled, and both pumps generally 
are operated simultaneously. 
The estimated average pumpage is 45,000 gpd. 
LABORATORY NO. 112,144 
I l l ino i s State Water Survey - Bul le t in No. 40 
The publ ic wa te r supply for the ci ty of South 
Belo i t (2825) is owned and o p e r a t e d by the South 
Belo i t W a t e r , Gas and E l e c t r i c Company . I t i s 
ope ra t ed in connec t ion with the w a t e r s y s t e m in 
Be lo i t , Wiscons in , owned by the Wiscons in P o w e r 
and Light Company , which fu rn i shes w a t e r for 
the ci ty of Be lo i t . 
Water w a s o r ig ina l ly obtained f r o m we l l s 
loca ted in Be lo i t , Wi s . 
Well No. 1 : t h e r e a r e t e n 8- in . g r a v e l we l l s 
grouped at Well Stat ion No. 1 in Belo i t at the 
n o r t h e a s t c o r n e r of P l e a s a n t St. and E c l i p s e Ave . 
T h e s e we l l s w e r e d r i l l ed be tween 1916 and 1926 
and a r e r e p o r t e d to be about 100 ft. in depth wi th 
20-ft . b r a s s s c r e e n s a t the bo t tom. They a r e 
pumped by a common suc t ion manifold connected 
to 2 F a i r b a n k s - M o r s e cen t r i fuga l p u m p s o p e r a t e d 
in t a n d e m and have a combined capac i ty of 1400 
gpm. On Aug. 14, 1947 the v a c u u m gauge r ead ing 
ind ica ted a pumping w a t e r l eve l of 19 ft. be low 
the suct ion line in the b a s e m e n t of the pumping 
s ta t ion . 
Well No. 2 : t h r e e 10 - in . g r a v e l we l l s a r e 
loca ted at Well Sta t ion No. 2 in the b a s e m e n t of 
the new e l e c t r i c plant on P l e a s a n t St. n e a r E m e r -
son Ave. in Be lo i t . Water is pumped f rom the 3 
w e l l s by suct ion lift with a F a i r b a n k s - M o r s e 
cent r i fuga l pump , having an a v e r a g e d i s c h a r g e 
of 939.6 g p m . 
Nine o the r w e l l s , o r ig ina l ly in t h i s g r o u p , 
w e r e abandoned when the new e l e c t r i c p lant w a s 
c o n s t r u c t e d . The t h r e e r e m a i n i n g we l l s w e r e 
d r i l l ed in 1924 and w e r e r e p o r t e d to be about 100 
ft. d e e p . 
Well No. 3 w a s d r i l l e d in 1937 by C. W. V a r -
n e r , Dubuque, Iowa, to a depth of 1200 ft. and is 
loca ted in South Be lo i t , 25 ft. n o r t h of C l a r k St. 
and 35 ft. w e s t of P e r s h i n g Road (or a p p r o x i -
m a t e l y 2215 ft. N. and 1115 ft. E. of the S. W. 
c o r n e r of Sect ion 5, T. 46 N. , R. 2 E . ) . 
The su r face e leva t ion i s 745 t ft. After 
shoot ing, the wel l was c leaned to a depth of 1185 
ft. 
The hole and ca s ing r e c o r d i s : 
Hole R e c o r d 
17- in . f r o m sur face to 352 ft. 
12 3 / 4 - i n . f r o m 352 to 1185 ft. 
Cas ing R e c o r d 
18- in . od. f r o m sur face to 230 ft. 5 in . 
SOUTH BELOIT 
Winnebago County 
Oct . 30 , 1947 
The wel l is equipped as fol lows: 120 ft. of 
12- in . id . co lumn pipe; 14 - in . , 4 - s t a g e F a i r b a n k s -
M o r s e t u rb ine p u m p , r a t e d a t 1450 g p m . aga in s t 
126 ft. of head at 1150 r p m . ; 20 ft. of 10- in . id . 
suc t ion p ipe ; 75 -hp . F a i r b a n k s - M o r s e e l e c t r i c 
m o t o r , No. 347442. 
In Nov. 1937, i t was r e p o r t e d tha t the wel l 
was flowing 35 g p m . when t e s t e d and p roduced 
1675 gpm. with a drawdown of 101 ft. 
A n a l y s i s of a s a m p l e (Lab . No. 112,321) c o l -
lec ted Oct . 24, 1947 af ter 3 - h r . pumping at 1350 
g p m . showed t h i s w a t e r to have a h a r d n e s s of 
17.5 g r . p e r g a l . , a r e s i d u e of 311 p p m . , and an 
i r o n content of 0.2 p p m . 
Al l w a t e r i s ch lo r ina ted a t the we l l . 
The m e t e r e d pumpage f rom Well No. 3 dur ing 
the y e a r s of 1942 to 1946, i n c l u s i v e , a v e r a g e d 
855,110 gpd. The m e t e r e d pumpage f r o m Tan. 1 , 
1947 to Oct . 1, 1947 a v e r a g e d 993,845 gpd. About 
265,000 gpd. is u s e d by South Be lo i t . 
Well No. 4 , loca ted in Be lo i t , i s ca l l ed the 
" e a s t s ide deep w e l l . " I t was d r i l l e d by C . W. 
V a r n e r Well Dr i l l ing C o . , I nc . in 1926 to a depth 
of 969 ft. and is s t i l l in s e r v i c e . Th i s we l l i s 
about 50 ft. no r th of Well S ta t ion No. 1 and w a s 
d r i l l e d an 18- in . hole f r o m the su r face to 300 ft.; 
12- in . hole f r o m 300 to 969 ft. The ex i s t ing p u m p 
ins t a l l a t i on , m a d e about Tune 1944, c o n s i s t s of 
113 ft. of 10- in . co lumn p ipe ; 14- in . , 8 - s t a g e 
L a y n e - B o w l e r t u rb ine p u m p , having a n o v e r a l l 
length of 9 ft.; 20 ft. of 10 - in . suc t ion p ipe . The 
pump d e l i v e r s about 1200 g p m . 
Well No. 4 was " s h o t " in 1935. 
Well No. 5 w a s d r i l l e d to a depth of 1225 ft. 
by C. W. V a r n e r Wel l Dr i l l ing C o . , I nc . in 1929 
and loca ted in Beloi t about 1 m i l e nor th of Well 
No. 3 in South Be lo i t . Well No. 5 is about 1/2 
m i l e w e s t of Well No. 4. 
Well No. 5 was d r i l l ed an 18- in . hole f r o m 
the su r face to 300 ft.; 12- in . d i a m e t e r f r o m 300 
to 900 ft.; 8 - in . f rom 900 to 1225 ft. The e x i s t -
ing pump in s t a l l a t i on , m a d e in May 1946, c o n s i s t s 
of 182 ft. of 10- in . co lumn p ipe ; 14- in . , 9 - s t a g e 
F a i r b a n k s - M o r s e tu rb ine pump having an o v e r a l l 
length of 10 ft.; 20 ft. of 8 - in . suct ion p ipe . The 
pump d i s c h a r g e r a t e i s about 1050 g p m . The 
wel l was " s h o t " in 1933. On May 2 1 , 1946 the 
non-pumping w a t e r l eve l w a s 55 ft. below the 
pump b a s e (about ground level) a f te r 21 days of 
idle p e r i o d ; and, af ter 48 h r . of ope ra t i on , the 
pumping l eve l w a s 62 ft. The we l l i s s t i l l in 
s e r v i c e . 
2 - South Beloit 
Well No. 8, located south of the new electric 
plant on the west side of Pleasant St. in Beloit, 
was drilled in Aug. 1945 to a depth of 140 ft. by 
C. W. Varner Well Drilling Co., Inc. 
The well was cased with 24-in. pipe from the 
surface to a depth of 90 ft. below which was 50 
ft. of 23-in. od. Johnson screen consisting of 23 
ft. of No. 80 slot; 5 ft. of No. 150 slot; and 22 ft. 
of 187 1/2 slot openings. 
The existing pump installation, made in May 
1947, is: 70 ft. of 12-in. column pipe; 14-in., 4-
stage Fairbanks-Morse turbine pump having an 
overall length of 4 ft.; 20 ft. of 10-in. suction 
pipe; 74 ft. of 1/4-in. copper tubing air line. 
On May 21, 1947 after pumping 8 hr . at 2500 
gpm. the drawdown was 25 ft. from a non-pumping 
water level of 21 ft. below the pump base. On 
June 21, 1947, the pump discharge averaged 2533 
gpm. for 9 hr . 
Sample-study and dr i l l e r ' s log of Well No. 3 furnished by the State Geological Survey: 
LABORATORY NO. 112,321 
I l l ino is State Wate r Survey - Bul le t in No. 40 
A publ ic w a t e r supply w a s ins t a l l ed by the 
v i l lage of South Chicago Heights (1,837) in 1915. 
Water is obta ined f r o m a wel l loca ted back of the 
v i l l age ha l l a t 2729 J a c k s o n Ave . , (or a p p r o x i -
m a t e l y 1650 ft. N. and 150 ft. W. of the S. E. c o r -
n e r of Sec t ion 29, T. 35 N . , R. 14 E. 
Th i s we l l w a s o r ig ina l ly d r i l l e d in 1893 to o b -
t a in oi l o r g a s . I t was abandoned and l a t e r p u r -
chased by the v i l l a g e . The wel l i s r e p o r t e d to 
have been d r i l l e d to a depth of 2756 ft. and c a s e d 
to r o c k at a depth of 60 ft. with 8- in . p ipe . No 
o the r data on i t s c o n s t r u c t i o n a r e ava i l ab l e . In 
Aug. 1918 a non-pumping w a t e r l eve l of 42 ft. 
w a s r e p o r t e d , but no in fo rma t ion could be o b -
ta ined on the pumping w a t e r l eve l . A pumping 
t e s t of 1 4 - h r . du ra t ion was conducted on Aug. 6 
and 7, 1941 . The w a t e r l eve l was 65 ft. and when 
pumping at a r a t e of 285 gpm. , a d rawdown of 
52 1/2 ft. w a s r e p o r t e d . 
SOUTH CHICAGO HEIGHTS 
Cook County 
July 13, 1946 
On D e c . 5, 1941 the following pump a s s e m b l y 
w a s in s t a l l ed and is s t i l l in s e r v i c e : 50 ft. of 
5- in . co lumn pipe; 100 ft. of 4 - i n . co lumn pipe; a 
6- in . , 6 - s t age P e e r l e s s t u rb ine pump, r a t e d a t 
350 gpm. aga ins t 198 ft. of head; the o v e r a l l 
length of the pump is 3 ft. 3 in . ; 150 ft. of a i r 
l i ne , and a 30 -hp . U. S. e l e c t r i c m o t o r . 
After t h i s unit was in s t a l l ed a 6 -h r . p r o d u c -
t ion t e s t was m a d e . After pumping 6 h r . a t an 
a v e r a g e r a t e of 420 gpm. the w a t e r level was 128 
ft. be low the pump b a s e . 
A n a l y s i s of a s amp le (Lab . No. 109,008), c o l -
lec ted J an . 24, 1946 af ter pumping a t a p p r o x i -
m a t e l y 420 gpm. for 20 m i n . , showed the w a t e r 
to have a m i n e r a l content of 479 p p m . , a h a r d n e s s 
of 25.4 g r . pe r ga l . , and c h a r a c t e r typ ica l for 
w a t e r s f r o m the upper l i m e s t o n e in t h i s v ic in i ty . 
Water of s i m i l a r c h a r a c t e r w a s noted in s a m p l e s 
co l l ec ted in 1918 and 1941 . 
LABORATORY NO. 109,008 
I l l ino i s Sta te Wa te r Survey - Bu l l e t i n No. 40 
A publ ic w a t e r supply was i n s t a l l ed by the 
v i l lage of South E lg in (96l) in 1938. 
Water is obta ined f r o m a wel l d r i l l e d in 1929 
by W. L. T h o r n e Co . , Des P l a i n e s , to a depth of 
685 ft. and deepened in 1938 to a depth of 1250 ft. 
The wel l is loca ted about 70 ft. w e s t of Col l ins 
St. and 200 ft. no r th of P r a i r i e St . ( approx ima te ly 
1250 ft. S. and 230 ft. E. of the N. W. c o r n e r of 
Sect ion 35 , T. 41 N. , R. 8 E . ) . The e leva t ion of 
the pump b a s e is 761.2 ft. 
When the wel l w a s f i r s t d r i l l ed i t was not 
equipped for pumping . The w a t e r d i s t r i bu t ion 
s y s t e m was not la id unt i l 1938. 
S a m p l e - s t u d y log of we l l d r i l l e d in 1929 
furn ished by the State Geolog ica l Survey : 
When the deepening of the wel l w a s comple ted 
a 1 0 - h r . p roduc t ion t e s t w a s m a d e by the State 
Water Survey on A p r . 14, 1938. Before the t e s t , 
t he w a t e r l e v e l w a s 142 ft. be low the top of the 
c a s i n g . The following r e s u l t s w e r e obta ined. 
SOUTH ELGIN 
Kane County 
Sept . 1, 1947 
Hole R e c o r d 
10- in . f r o m 265 to 650 ft. 
8 - in . f r o m 650 to 685 ft. 
The hole d i a m e t e r be low 685 ft. is not known. 
Cas ing and L i n e r R e c o r d 
12- in . f r o m 0 to 59 ft. 
10 - in . f r o m 49 1/2 to 265 ft. 
8 - in . f r o m 589 1/2 to 650 ft. 
6 - in . f r o m 626 1/2 to 685 ft. 
In 1946 the non-pumping wa te r l eve l was 179 
ft. below the pump b a s e and on Aug. 14, 1947 af ter 
pumping 30 m i n . a t 100 g p m . the w a t e r l eve l was 
198 ft. 
The ex i s t ing pump in s t a l l a t i on , m a d e in Nov. 
1944, is 210 ft. of 4 1/2-in. w i . co lumn p ipe ; 7-
in . , 9 - s t age A m e r i c a n Well Works t u rb ine pump, 
No. 61924, having a b ronze bowl a s s e m b l y length 
of 7 ft. and a r a t e d capac i t y of 100 gpm. aga ins t 
208 ft. of head ; 10 ft. of 5 - in . suc t ion p ipe ; 210 ft. 
of 1/4-in. copper a i r l ine ; 7 1/2-hp. U. S. e l e c -
t r i c m o t o r . 
Ana lys i s of a s a m p l e (Lab . No. 111,558) c o l -
lec ted Aug. 14, 1947 af ter 3 0 - m i n . pumping at 
100 gpm. showed t h i s w a t e r to have a h a r d n e s s of 
16.0 g r . p e r ga l . , a r e s i d u e of 343 p p m . , and an 
i r o n content of 0.7 p p m . The a n a l y s i s shows t h e 
p r e s e n c e of an app rec i ab l e p o r t i o n of w a t e r f r o m 
f o r m a t i o n s above the Ga lesv i l l e s an ds tone . 
The mun ic ipa l i ty owns a t r e a t m e n t plant for 
i r o n and hydrogen sulfide r e m o v a l and softening. 
M e t e r e d pumpage for the y e a r s 1943, 1944, 
1945 and 1946 a v e r a g e d 45,700 gpd. 
2 - South E lg in 
LABORATORY NO. 111,558 
I l l ino is State Water Survey - Bul le t in No. 40 
The publ ic w a t e r supply w a s in s t a l l ed by the 
v i l l age of South Pek in (1044) in 1926. 
Water is obta ined f r o m 2 w e l l s located in the 
pump house a p p r o x i m a t e l y 2800 ft. E. and 50 ft. 
S. of the N.W. c o r n e r of Sect ion 34, T. 24 N. , R. 
5 W. 
Well No. 1 w a s d r i l l e d in 1926 by L a y n e -
Bowler C o . , Ch icago , to a dep th of 90 ft. Below 
sandy soi l the d r i l l ing was r e p o r t e d to be in sand 
the e n t i r e dep th . Quicksand w a s e n c o u n t e r e d a t 
a depth of 60 ft. The e l eva t ion of the ground s u r -
face is 510± ft. The wel l was c a s e d with 12- in . 
wrought i r o n p i p e , and below the ca s ing a Layne 
s c r e e n of p e r f o r a t e d pipe w r a p p e d with g a u z e . 
A pi t , 13 ft. in d i a m e t e r and 39 1/2 ft. deep w a s 
c o n s t r u c t e d a round the top of the cas ing which 
w a s then cut off 12 in . above the floor of the pi t . 
The we l l is equipped with a cen t r i fuga l pump 
taking d i r e c t suct ion f rom the we l l . A shor t p r o -
duct ion t e s t w a s m a d e in June 1926. Before the 
t e s t the w a t e r l eve l was 3 ft. 8 in . below the top 
of the ca s ing ; and while pumping at 350 gpm. , the 
drawdown was 13 ft. 5 in . 
When Well No. 2 was d r i l l ed in 1928, the 
cent r i fuga l p u m p was r e m o v e d f r o m Well No. 1 ; 
and the cas ing in Well No. 1 was extended upward 
SOUTH PEKIN 
T a z e w e l l County 
F e b . 18, 1947 
to 17 1/2 ft. above the floor of the p i t . The d i a m -
e t e r o f t h i s ex tens ion to the cas ing i s r e p o r t e d to 
be 8 in . The wel l w a s then equipped with an A.D. 
Cook d e e p - w e l l cy l inder pump connected to a 
S tover 18 -hp . gas eng ine . Well No. 1 is not u s e d 
a t p r e s e n t but i s r e t a i n e d for e m e r g e n c y . 
Well No. 2 w a s d r i l l ed in 1928 by H. B. 
Smi th , San J o s e , and loca ted in the pit 5 ft. f r o m 
the o lde r w e l l . I t is 8 in . in d i a m e t e r and 70± ft. 
deep f ront the bo t t om of the p i t . The ca s ing e x -
t ends 1 ft. above the floor of the p i t . Below the 
floor of the pit t h e r e is 50 ft. of 8- in . pipe and 
20 ft. of s t r a i n e r . 
The wel l i s equipped with a 3 - in . F a i r b a n k s -
M o r s e cen t r i fuga l pump , No. 338876, r a t e d a t 350 
g p m . wi th 12 ft. of 4 - i n . suc t ion p ipe . The pump 
is d r iven by a 3 0 - h p . , 3600 r p m . F a i r b a n k s -
M o r s e e l e c t r i c m o t o r , No. 148983. 
Ana lys i s of a s amp le (Lab. No. 109,276), c o l -
l ec ted F e b . 18, 1947 af te r the pump had been 
ope ra t ing about 10 m i n . , showed the w a t e r f r o m 
Well No. 2 to have a h a r d n e s s of 23.2 g r . p e r 
g a l . , a r e s i d u e of 496 p p m . , and an i r o n content 
of 0.1 p p m . 
P u m p a g e i s e s t i m a t e d a t 60,000 gpd. 
LABORATORY NO. 109,276 
I l l inois State Wa te r Survey - Bul le t in No . 40 
The publ ic w a t e r supply for the v i l l age of 
South Wilmington (645) w a s i n s t a l l e d in 1913. 
Wate r is obta ined f r o m a we l l dug in 1913 and 
loca ted about 13 ft. n o r t h of the c e n t e r of Lynn 
St. and 80 ft. e a s t of the c e n t e r of T h i r d Ave . (or 
a p p r o x i m a t e l y 1050 ft. N. and 1600 ft. E. of the 
S. W. c o r n e r of Sec t ion 1 1 , T. 31 N. R. 8 E . ) . 
The su r face e l eva t ion is 600± ft. 
The wel l w a s o r ig ina l ly dug 9 ft. by 12 ft. 
s q u a r e to a depth of 22 ft. , and the s i d e s a r e now 
cu rbed wi th c o n c r e t e . I t w a s r e p o r t e d t ha t the 
b o t t o m four feet had f i l led in . The suct ion pipe 
ex t ends to the bo t t om of the w e l l , and w a t e r i s 
pumped by an 8- in . by 10- in . Goulds s i n g l e -
act ing t r i p l e x p u m p having a t h e o r e t i c a l d i s p l a c e -
m e n t of 350 g p m . , when o p e r a t e d a t 54 s p m . ; 3 0 -
hp . Wes t inghouse e l e c t r i c m o t o r . 
The w a t e r l e v e l s show s e a s o n a l f luc tuat ions 
and v a r y wi th the amount of p r e c i p i t a t i o n . D u r -
ing the s u m m e r and fal l of 1947 the capac i ty of 
the pump w a s g r e a t e r than the y ie ld of the we l l , 
and pumping was l imi t ed t o 1 0 - m i n . p e r i o d s e v e r y 
2 1/2 h r . f r o m 5 a . m . to 1 a . m . The r e c o v e r y 
l eve l w a s only one foot above t h e bo t tom of s u c -
t i on , or 21 ft. be low the top of the wel l in 2 1/2 
h r . of i d l e p e r i o d . In the s p r i n g of 1947, the 
SOUTH WILMINGTON 
Grundy County 
Nov. 27, 1947 
s tanding w a t e r l eve l w a s r e p o r t e d to be five fee t 
be low the top of the w e l l . 
A n a l y s i s of a s a m p l e (Lab . No. 112,658). c o l -
l ec t ed Nov. 18, 1947 af ter pumping 10 to 12 m i n . 
a t about 300 g p m . showed the w a t e r to have a 
h a r d n e s s of 26.4 g r . p e r g a l . , a r e s i d u e of 581 
p p m . , and an i r o n content of 0.4 p p m . 
Al l w a t e r i s ch lo r ina t ed a t the pump h o u s e , 
loca ted a t the v i l lage ha l l , about t h r e e b locks 
f r o m the w e l l . P u m p a g e i s e s t i m a t e d a t 14,000 
gpd. 
A wel l w a s d r i l l e d r e c e n t l y to a depth of 32 
ft. by I r a F r e n c h , F a i r b u r y , and located e ight 
feet e a s t of the dug wel l on Lynn St. The wel l is 
c a s e d with 26 ft. of 8 - in . pipe and 6 ft. of s lo t ted 
s c r e e n . The bo t tom 12 ft. of the we l l is r e p o r t e d 
to be in w a t e r - b e a r i n g sand and g r a v e l . A 6- in . 
t e s t hole had been d r i l l e d a t t h i s loca t ion and w a s 
t e s t e d by p u m p i n g at a r a t e of 30 g p m . for e igh t 
h o u r s wi thout d rawdown. Wa te r l e v e l s a r e r e -
p o r t e d to be the s a m e a t the dug w e l l . 
The top of the ca s ing w a s s e a l e d on Nov. 18, 
1947, and the counc i l was c o n s i d e r i n g the p u r c h a s e 
of a t u r b i n e p u m p . 
LABORATORY NO. 112,658 
I l l ino i s State Wate r Survey - Bul le t in No. 40 
A publ ic wa te r supply was ins t a l l ed by the 
v i l lage of Spa r l and (509) in 1937. 
Water is obta ined f r o m a wel l d r i l l e d in 1936 
to a depth of 26 ft. by Mike E b e r t C o . , Wash ing-
ton, a p p r o x i m a t e l y 1690 ft. S. and 1990 ft. E. of 
the N. W. c o r n e r of Sect ion 14, T. 12 N . , R. 9 E . ) . 
The wel l was c a s e d f r o m the ground su r face with 
15 ft. of 10- in . pipe and with 11 ft. of Cook s c r e e n 
having No. 40 s lo t open ings . The ground sur face 
e leva t ion is 460± ft. 
The we l l is equipped with 20 ft. of 3- in . c o l -
u m n pipe; 3 3 / 4 - i n . , 11 - s t age Cook tu rb ine p u m p , 
No. 2728, r a t e d at 50 gpm. aga ins t a head of 220 
ft.; the o v e r a l l length of the pump is 41 in . ; 10 
ft. of 3 3 / 4 - i n . suct ion p i p e ; 5 - h p . U. S. e l e c t r i c 
m o t o r . 
A p roduc t ion t e s t was m a d e o n O c t . 8 -9 , 1936, 
unde r the supe rv i s ion of the State Water Survey . 
The non-pumping w a t e r l eve l w a s 7.3 ft. below 
the top of the cas ing ; and af te r pumping 18 h r . 
a t '168 gpm. , the w a t e r was d rawn down 7.0 ft. 
At no t i m e dur ing the t e s t was the w a t e r d rawn 
down below the top of the s c r e e n . However , due 
to s e a s o n a l v a r i a t i o n s in the wa te r l eve l , p u m p -
ing r a t e s in e x c e s s of 100 gpm. w e r e not r e c o m -
m e n d e d . 
SPARLAND 
M a r s h a l l County 
J an . 8, 1947 
A sof tener i s i n s t a l l ed in t h e pump h o u s e . 
A n a l y s i s of a s a m p l e ( L a b . N o . 108,853) c o l -
l ec t ed J a n . 8 , 1947 af ter 1 8 - h r . pumping at 168 
gpm. , showed t h i s w a t e r to h a v e a h a r d n e s s of 
36.8 g r . p e r g a l . , a m i n e r a l con ten t of 797 p p m . , 
and no i r o n conten t . 
P u m p a g e i s e s t i m a t e d a t 35,000 gpd. 
The S p a r l a n d High School o b t a i n s w a t e r f r o m 
a wel l d r i l l e d to a depth of 378 ft. by Mike E b e r t 
C o . and loca ted 100 ft. N. and 1800 ft. E. of the 
S. W. c o r n e r of Sect ion 1 1 , T. 12 N . , R. 9 E. The 
ground su r f ace e leva t ion at the wel l is 605± ft. 
C o r r e l a t e d d r i l l e r ' s log of the high school we l l 
fu rn i shed by the State Geolog ica l Survey: 
LABORATORY NO. 108,853 
I l l ino i s Sta te Water Survey - Bul le t in No. 40 
A publ ic w a t e r supply w a s i n s t a l l ed by the c i ty 
of Spring Va l l ey (5010) in 1892. 
Water was obtained in 1892 f r o m a, dug wel l 
on the w e s t s ide of Hennes sy St . be tween F o u r t h 
and Fifth St . Th i s wel l was abandoned long ago . 
The publ ic w a t e r supply for the ci ty of Spr ing 
Va l l ey is obtained f r o m 5 w e l l s . Two deep f low-
ing we l l s and one drif t wel l located at the south 
edge of the c i ty , and 2 w e l l s loca ted in the no r th -
wes t p a r t of Spr ing Va l l ey . Two w e l l s , one 34 
ft. 8 in . deep and the o t h e r , 29 1/2 ft. d e e p , have 
been d r i l l e d south of the c i ty but a r e not ye t in 
p roduc t ion . 
In 1895 an a r t e s i a n wel l w a s d r i l l e d 1480 ft. 
deep at the foot of the bluffs at the south edge of 
town and about 800 ft. e a s t of the Chicago Rock 
I s l a n d and Pac i f i c R. R. depot on the r igh t -o f -
way, n o r t h of t h e t r a c k s (or a p p r o x i m a t e l y 665 
ft. S. and 635 ft. E. of the N. W. c o r n e r of Sect ion 
2 , T. 15 N . , R . 11 E . ) . The wel l flowed upon c o m -
p le t ion , and the s h u t - i n p r e s s u r e a t the ground 
su r face w a s 30 p s i . T h e r e i s no pump in t h i s 
wel l a s the w a t e r flows by a r t e s i a n p r e s s u r e , t o 
a co l lec t ing r e s e r v o i r . 
In 1905 a second wel l w a s d r i l l e d 70 ft. south 
of the f i r s t we l l , and w a s r e p o r t e d to be about 
1480 ft. d e e p . Only the spec i f i ca t ions for t h i s 
we l l a r e ava i l ab le a s t o the c a s i n g s i z e s . These 
ca l l ed for a 10- in . wrought i r o n cas ing to r o c k , 
8 - in . ca s ing th rough coal m e a s u r e s and shale to 
a depth of about 400 ft . , 6 - in . cas ing be low the 
8- in . to exc lude sa l t w a t e r and a 6- in . hole into 
the s a n d s t o n e . I t w a s spec i f ied tha t the c a s i n g s 
w e r e to be sea l ed to r o c k and to each adjoining 
c a s i n g . 
W a t e r flows f r o m t h i s w e l l in to the co l lec t ing 
r e s e r v o i r . 
In 1936, the supply had d e c r e a s e d and the 
South Well w a s " s h o t " by J . O t i s Heflin, Jo l i e t , 
a f te r which the flow was i n c r e a s e d about 50 gpm. ; 
bu t in 1938 i t had d e c r e a s e d to about the f o r m e r 
flow. The Nor th Well w a s not affected by the 
" s h o o t i n g . " In 1938, the combined flow of the 
w e l l s w a s about 188 gpm. ; in Sept . 1945 the c o m -
bined flow w a s abput 121 gpm. and on June 1, 
1947 i t w a s r e p o r t e d to be 105 g p m . 
A n a l y s i s of a s a m p l e (Lab . No . 104,109) c o l -
l ec t ed Aug. 23 , 1945 showed the w a t e r f r o m t h e 
Nor th Wel l to have a h a r d n e s s of 15.1 g r . p e r 
g a l . , a m i n e r a l content of 744 p p m . , and an i r o n 
conten t of 0.3 p p m . 
SPRING VALLEY 
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A n a l y s i s of a sample (Lab . No . 104,112) c o l -
l ec t ed on the s a m e da te f r o m the South Well showed 
t h i s w a t e r to be of s i m i l a r qua l i ty . 
In the s u m m e r of 1940, a s t a r t was made on 
p r o s p e c t i n g for an add i t iona l s o u r c e of w a t e r 
supply for the c i ty . The s e a r c h u l t i m a t e l y e x -
tended ove r a 6 - y e a r p e r i o d . 
In July and Aug. 1940, two e l e c t r i c a l e a r t h 
r e s i s t i v i t y s u r v e y s w e r e m a d e b y the State G e o -
log ica l Survey in the I l l ino is R i v e r va l ley flat on 
both s i de s of the r i v e r i m m e d i a t e l y south of the 
c i ty . As a r e s u l t , 9 t e s t h o l e s w e r e d r i l l e d into 
sand and g r a v e l on the no r th s ide of the r i v e r . 
A n a l y s e s by the State Water Su rvey (Lab . No. 
89219) of the wa te r f r o m t h o s e ho l e s showed the 
w a t e r to be of poor c h e m i c a l qua l i ty having a 
h a r d n e s s of 48 .8 g r . pe r ga l . , and a m i n e r a l c o n -
t en t of 1012 p p m . 
On the south s ide of the r i v e r , the w a t e r -
b e a r i n g sand and g r a v e l d e p o s i t s w e r e sha l low, 
and the w a t e r w a s u n s a t i s f a c t o r y in qua l i ty , 
s i m i l a r to tha t found on the n o r t h s i d e . 
Dur ing Oct . and Nov. , 1941 , two we l l s w e r e 
d r i l l e d by Hayes and S i m s , Champa ign . The we l l s 
a r e known as Ci ty Well No. 3 and No. 4 . 
Well No. 3 is loca ted about 525 ft. f r o m c e n t e r 
l i nes of Sta te Highway No. 6, or a p p r o x i m a t e l y 
1550 ft. S. and 1260 ft. E. of the N. W. c o r n e r of 
Sect ion 34, T. 16 N . , R. 11 E. Well No . 4 is about 
60 ft. n o r t h e a s t of the c e n t e r l ine of State H igh -
way No. 6. 
Well No. 3 is loca ted about 525 ft. no r thwes t 
of the Chicago and N o r t h w e s t e r n R. R. and 63 ft. 
f r o m the c e n t e r l ine of S ta te Highway N o . 6 (or 
a p p r o x i m a t e l y 1520 ft. S. and 1250 ft. E. of the 
N. W. c o r n e r of Sect ion 34) . The wel l was f in -
i s h e d in g r a v e l at a depth of 33 ft. and c a s e d wi th 
12- in . pipe f r o m 3 ft. above ground l eve l to 27 
ft. 7 in . Below the cas ing a Johnson " A r m c p 
I r o n " s c r e e n , with No. 40 s lot open ings , w a s s e t . 
A lead p a c k e r s ea l ed the space be tween the c a s -
ing and s c r e e n . The e l eva t ion of the ground s u r -
face is 600± ft. 
The well is equipped with a 6 - in . , 5 - s t a g e 
A m e r i c a n Well Works t u rb ine p u m p , No. 65502, 
r a t e d at 75 g p m . aga ins t a head of 50 ft. at 1740 
r p m . ; the o v e r a l l length of the pump is 3 1/2 ft.; 
the pump i s a t t ached t o 4 - i n . d i a m e t e r co lumn 
p ipe ; power i s fu rn i shed by a 2 - h p . , 1800 r p m . , 
U . S . e l e c t r i c m o t o r . 
2 - Spr ing Va l l ey 
A p roduc t ion t e s t was m a d e by the State Water 
Survey in Oct . 1941. P r i o r to the t e s t , the w a t e r 
l eve l was 25 ft. 8 in . below the top of the cas ing . 
After 5 1/2-hr. pumping at 49 g p m . the drawdown 
was 1 1/2 ft. 
The wel l i s in s e r v i c e about 8 h r . da i ly . 
Ana lys i s of a s amp le (Lab . No . 111,557) c o l -
lec ted Aug. 15, 1947 showed the w a t e r in Well 
No. 3 to have a h a r d n e s s of 46.2 g r . pe r ga l . , a 
m i n e r a l content of 857 p p m . , and an i r o n content 
of 1.3 p p m . 
Well No. 4 w a s comple t ed in Nov. 1941, to a 
depth of 38 2 /3 ft. and loca t ed 70 ft. n o r t h w e s t e r -
ly f r o m Well No . 3 . The wel l w a s c a s e d with 1 2 -
in . pipe f r o m 2 ft. 10 in . above the ground s u r -
face to 33 ft. be low the su r f ace . Below the ca s ing , 
a 6.0-ft . length of Johnson " A r m c o I r o n " s c r e e n , 
with No. 40 slot open ings , was s e t . 
On Nov. 6, 1941 a p roduc t ion t e s t was made 
by the State Water Su rvey , us ing a s i n g l e - a c t i n g 
p is ton p u m p . P o w e r was furn ished by the d r i l l -
ing . P r i o r to the t e s t , the w a t e r l eve l in Well 
No . 4 was 29 1/2 ft. be low the top of the c a s i n g . 
After pumping 5 1/2 h r . a t 39 gpm. the drawdown 
w a s 2 ft. and af ter 8 h r . , the pumping r a t e w a s 
46 gpm. with a drawdown of 2 3 /4 ft. Ten m i n . 
af ter stopping the p u m p , the w a t e r l eve l was 29 
1/2 ft. 
The pumping a s s e m b l y c o n s i s t s of 6- in . , 5-
s tage A m e r i c a n Well Works p u m p , No. 65503, 
r a t e d at 75 g p m . aga ins t a head of 50 ft. at 1740 
r p m . ; 2 - h p . , 1800 r p m . U. S . e l e c t r i c m o t o r . The 
r e m a i n d e r of the a s s e m b l y i s r e p o r t e d to be 
s i m i l a r to the i n s t a l l a t i on in Well No. 3 . 
In J an . 1945, i t was r e p o r t e d t ha t No. 3 w a s 
not ope ra t i ng b e c a u s e of lack of w a t e r and tha t 
the pump in No. 4 was s u b m e r g e d l e s s than 18 
in . when pumping at 40 g p m . In Sept. 1945, the 
p roduc t ion f r o m both w e l l s w a s e s t i m a t e d to be 
90,000 gpd. or about 62 1/2 g p m . The decl ine in 
y ie ld w a s a t t r i bu t ed to a dec l ine in s t o r a g e of a 
shal low aquifer of v e r y l i m i t e d a r e a l ex ten t . 
In July 1945 a w e l l w a s d r i l l e d by Hayes and 
S i m s in the Val ley of N e g r o C r e e k , app rox ima te ly 
2500 ft. N. of the S. E. c o r n e r of Sect ion 36 , T. 
16, N . , R. 10 E . , about 3 1/2 m i l e s w e s t of Spring 
Va l l ey . The wel l was 25 ft. 4 in . deep below the 
g round sur face e l eva t ion of 470± ft. and c a s e d 
with 17 1/2 ft. of 16- in . pipe and 7 1/2 ft. of 
Johnson " A r m c o " w i r e - w o u n d s c r e e n with No. 
30 slot open ings . The s c r e e n was exposed f r o m 
17 1/2 ft. to 25 ft. below ground l e v e l . 
On Aug. 1, 1945, a p roduc t ion t e s t was m a d e 
by the State Water Survey . The w a t e r l eve l b e -
fore the t e s t was 4.7 ft. be low the ground s u r f a c e ; 
and af ter pumping 6 1/2 h r . at 235 gpm. , the 
drawdown w a s 9.4 ft. The pumping w a t e r l e v e l 
w a s about 5 ft. above the top of the s c r e e n . The 
amount of g round wa te r s t o r a g e was ca lcu la ted 
to be a p p r o x i m a t e l y 41 mi l l i on g a l . , which could 
be e x t r a c t e d in about 45 mon ths a t an a v e r a g e 
d i s c h a r g e r a t e of 300,000 gpd. Since the r e c h a r g e 
w a s ca lcu la ted to be l e s s than the p robab le a v e r -
age d e m a n d , and, dur ing d rough t p e r i o d s no re-
c h a r g e could be expec t ed for longer p e r i o d s , i t 
was conc luded tha t the deve lopmen t of a supply 
a t t h i s loca t ion was not j u s t i f i ab l e . The wel l w a s 
abandoned, and the ca s ing and s c r e e n sa lvaged . 
In Aug. 1945, Well No. 5 w a s d r i l l e d by Hayes 
and S i m s at a loca t ion in the r i v e r flat about 570 
ft. south and 100 ft. e a s t of the deep we l l s (or 
a p p r o x i m a t e l y 1235 ft. S. and 765 ft. E. of the N.W. 
c o r n e r of Sect ion 2, T. 15 N. , R. 11 E . ) . 
The wel l is about 31 ft. deep below the ground 
su r f ace with a 16- in . od. ou te r cas ing and a 1 2 -
in . id . i nne r cas ing and g r a v e l packed be tween 
the c a s i n g s . A Johnson No. 60 s lo t s c r e e n w a s 
i n s t a l l ed with 6 1/2 ft. exposed length . The pump 
house was c o n s t r u c t e d l a t e r with the floor leve l 
12.3 ft. above the ground s u r f a c e , and the c a s i n g s 
extended u p w a r d to the pump b a s e a t floor l eve l . 
On A p r . 1 , 1946 the pumping in s t a l l a t i on w a s 
30 ft. of 5 - in . , co lumn p ipe ; an 8- in . , 2 - s t age 
A m e r i c a n Well Works t u rb ine pump No. 71786 
r a t e d at 300 g p m . aga in s t 51 ft. of head at 1735 
r p m . ; the length of the pump is 3 ft.; 40 ft. of 
1/4-in. i r o n pipe a i r l i ne ; 8 ft. of 5- in . suc t ion 
p ipe ; 5-hp . U . S . e l e c t r i c m o t o r . 
On Aug. 27, 1946, the w a t e r l eve l before 
pumping was 20 1/2 ft. below the pump b a s e , and, 
when pumping at 325 gpm. aga in s t a t o t a l head of 
35 ft. , the drawdown was 3 ft. I n t e r f e r e n c e in 
t h i s wel l when the p u m p s in Wells No. 6 and 7 
w e r e ope ra t ing s imu l t aneous ly at 135 and 165 
g p m . r e s p e c t i v e l y , w a s about 1/2 ft. 
Well No . 5 i s in s e r v i c e about 8 h r . da i ly . 
A n a l y s i s of a s a m p l e (Lab . No. 111,560) c o l -
lec ted on Aug. 15, 1947 af ter 3 1/2-hr. pumping 
at 325 g p m . , showed the w a t e r f r o m Well No. 5 
to have a h a r d n e s s of 41.6 g r . pe r g a l . , a r e s i d u e 
of 973 p p m . , and an i r o n content of 0.2 p p m . 
Well No . 6 was d r i l l e d by Hayes and Sims in 
May 1946, about 190 ft. s o u t h - s o u t h e a s t f r o m No. 
5. I t w a s 34 ft. 8 in . deep below the ground s u r -
face and w a s c a s e d with 16- in . od. pipe f r o m 18 
in . above to 27 1/2 ft. below the ground s u r f a c e . 
The f inished e leva t ion of the p u m p b a s e is 12 
1/2 ft. above the ground s u r f a c e . A 16- in . t e l e -
scope No. 50 s lot Johnson " A r m c o " i r o n s c r e e n 
with 7 1/2 ft. exposed w a s s e t f r o m 26 ft. to 34 
ft. 8 in . 
The pump h a s not been i n s t a l l e d , and the p u m p 
house over the pump h a s not ye t been comple t ed . 
On Aug. 27, 1946 the w a t e r l eve l , before p u m p -
ing, was 5.7 ft. be low ground l e v e l , and, when 
pumping at 135 gpm. , the d rawdown was 9.9 ft. 
I n t e r f e r e n c e in t h i s we l l , when the pumps in No. 
5 and No. 7 w e r e ope ra t i ng s i m u l t a n e o u s l y at 325 
and 165 gpm. , r e s p e c t i v e l y , as 1 ft. 
Ana lys i s of a s amp le (Lab . No. 107,557) c o l -
l ec ted f r o m Well No. 6 on Aug. 27 , 1946, showed 
t h i s w a t e r to have a h a r d n e s s of 49.1 g r . p e r ga l . , 
a m i n e r a l content of 1128 p p m . , and an i r o n c o n -
tent of 0.1 p p m . 
Well No. 7 was d r i l l ed by H a y e s and S i m s in 
May 1946, about 300 ft. south of No'. 5 and 130 ft. 
s o u t h - s o u t h w e s t of No. 6. The wel l was corn-
Spr ing Val ley - 3 
ple ted at a depth of 29 1/2 ft. below the ground 
s u r f a c e , with the cas ing and s c r e e n which w a s 
sa lvaged f r o m the Negro C r e e k w e l l . The 16- in . 
od. c a s i n g extended f r o m 2 ft. above to 20 ft. 8 
in . below ground l eve l , with the f in ished e leva t ion 
of the p u m p b a s e at 10.9 ft. above ground and at 
exac t ly the s a m e e leva t ion a s the f inished e l e v a -
t ions of the o the r two wel l c a s i n g s . A 16- in . 
t e l e s c o p e No. 30 s lot Johnson " A r m c o " i r o n s c r e e n 
with 7 ft. 8 in . exposed , was se t f r o m 20 ft. 10 
in . to 29 1/2 ft. 
The pump house w a s not comple t ed and t h e 
pump had not been i n s t a l l e d . 
On Aug. 27 , 1946, the w a t e r l eve l , be fore 
pumping , was 4 .4 ft. below ground l eve l , and, 
when pumping at 165 gpm. , the drawdown was 
7.6 ft. I n t e r f e r e n c e in t h i s we l l , when the p u m p s 
in No. 5 and No. 6 w e r e ope ra t i ng s imu l t aneous ly 
at 325 and 135 gpm. r e s p e c t i v e l y , was 0.7 ft. 
Ana lys i s of a s amp le (Lab . No. 107,558) c o l -
lec ted f r o m Well No. 7 on Aug. 27 , 1946 af ter 2-
h r . pumping a t 165 gpm. , showed the wa te r to have 
a h a r d n e s s of 42.3 g r . pe r g a l . , a m i n e r a l c o n -
tent of 974 p p m . , and an i r o n content of 0.1 p p m . 
All w a t e r for the public supply i s ch lo r ina t ed 
but not o t h e r w i s e t r e a t e d . P u m p a g e i s e s t i m a t e d 
at 300,000 gpd. 
LABORATORY NO. 111,557 
LABORATORY NO. 111,560 
I l l ino is State Water Survey - Bul le t in No. 40 
The publ ic wa te r supply for the v i l lage of 
S tandard (334) is obta ined f r o m a wel l owned by 
the B . F . B e r r y Coa l C o . , and loca ted over 1 / 4 
mi l e south of the Chicago , Mi lwaukee , St. P a u l & 
Pac i f i c R. R. s ta t ion (or app rox ima te ly 1550 ft. 
S. and 350 ft. W. of the N. E. c o r n e r of Sect ion 
1 1 , T . 32 N . , R. 1 W.). 
The wel l was d r i l l ed in 1914 to a depth of 1767 
ft. be low a ground su r face e leva t ion of 600± ft. 
The wel l was c a s e d as follows: 
16- in . f r o m 0 to 95 ft. 
12 - in . f r o m 95 to 287 ft. 
10 - in . f r o m 287 to 346 ft. 
6 - in . f r o m 300 to 1297 ft. 
Water i s pumped by a i r lift which r e p l a c e d 
the old cy l inder pump p r i o r to 1927. In J a n . 1947 
t h e r e was 500 ft. of 2 - in . and 500 ft. of 1-in. a i r 
p ipe . 
In 1917 the non-pumping w a t e r l eve l was r e -
p o r t e d to be 100 ft. be low the s u r f a c e , and in J an . 
1947 the non-pumping w a t e r l eve l w a s 165 ft. 
below the s u r f a c e . 
A n a l y s i s of a s ample (Lab . No. 109,929) c o l -
l ec t ed A p r . 13 , 1947 af ter 3 0 - m i n . pumping , 
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showed the w a t e r f r o m t h i s wel l to have a h a r d -
n e s s of 13.8 g r . pe r ga l . , a r e s i d u e of 3279 p p m . , 
and an i r o n content of 2.2 p p m . 
P u m p a g e i s e s t i m a t e d a t 20,000 gpd. 
S a m p l e - s t u d y and d r i l l e r ' s log of we l l d r i l l ed in 
1914 furn ished by the State Geolog ica l Survey: 
LABORATORY NO. 109,929 
I l l ino is Sta te Water Survey - Bul le t in No. 40 
The v i l l a g e of Stanford (482) i n s t a l l ed a p u b -
l ic w a t e r supply in 1911 . 
Water was obta ined o r ig ina l ly f r o m a wel l 
d r i l l ed in 1911 to a depth of 131 ft. and loca ted 
on A r m s t r o n g St. about 100 ft. south of Boundary 
Ave . (or a p p r o x i m a t e l y 1800 ft. N. and 2200 ft. 
E. of the S. W. c o r n e r of Sec t ion 2 1 , T. 23 N . , R. 
1 W.). The su r face e l eva t ion is 680± ft. T h i s 
we l l was c a s e d with 6- in . pipe and had 10 ft. of 
Cook s c r e e n p l aced a t the b o t t o m . 
The wel l was equipped with a 4 - i n . by 24 - in . 
Goulds doub le -ac t ing deep we l l cy l inder p u m p 
with the cy l inder se t at a depth of 110 ft. 
The s c r e e n b e c a m e clogged; and the wel l w a s 
abandoned in 1919. 
A n a l y s i s of a s a m p l e (Lab . No. 31634) c o l -
l ec ted Sept . 28 , 1915, showed the w a t e r to have a 
h a r d n e s s of 21.3 g r . pe r ga l . , a r e s i d u e of 430 
p p m . , and an i r o n content of 1.4 p p m . 
In 1919 C. H. Johnson & Son, Bloomington , 
d r i l l e d a we l l to a depth of 235 ft. and loca ted 
about 11 ft. n o r t h and 3 ft. w e s t of t h e old we l l . 
The w a t e r l eve l upon comple t ion of the wel l 
was about 100 ft. below the top of the we l l . 
A Cook s c r e e n with No . 20 s lot openings w a s 
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i n s t a l l e d . The upper p a r t w a s wedged to the p u m p 
cy l inder and r e m o v e d . 
The pumping ins t a l l a t ion m a d e in M a r . 1945 
c o n s i s t s of 100 ft. of 4 - i n . co lumn pipe; 6 - in . , 
19 - s t age F a i r b a n k s - M o r s e t u r b i n e pump , No. 
SW 40492 r a t e d at 75 gpm. ; aga ins t 215 ft. of 
head; the p u m p bowls a r e p o r c e l a i n ename led ; 
10 ft. of 4 - i n . suct ion p ipe; 7 1/2-hp. F a i r b a n k s -
M o r s e e l e c t r i c m o t o r . 
Ana lys i s of a s a m p l e (Lab . No. 115,979) c o l -
lec ted Oct . 1, 1948 showed the w a t e r to have a 
h a r d n e s s of 21.3 g r . p e r ga l . , a r e s i d u e of 578 
ppm. , and an i r o n content of 2.3 p p m . 
P u m p a g e i s e s t i m a t e d to a v e r a g e 39,559 gpd. 
C o r r e l a t e d d r i l l e r ' s log of we l l d r i l l e d in 1919 
furn ished by the State Geolog ica l Survey: 
LABORATORY NO. 115,979 
I l l inois Sta te Water Survey - Bul le t in No. 40 
S ta rved Rock State P a r k obta ins a wa te r 
supply f r o m 2 w e l l s . 
Well No. 1 w a s d r i l l e d in 1916 by J. C. Scho-
m a s , Ot tawa, and is loca ted 100 ft. wes t of the 
no r thwes t c o r n e r of the swimming pool (or a p -
p r o x i m a t e l y 910 ft. S. and 205 ft. W. of the N. E. 
c o r n e r of Sect ion 2 1 , T. 33 N. , R. 2 E . ) . 
The wel l w a s f o r m e r l y equipped with a c e n -
t r i fuga l pump with 4 - i n . suct ion and 4 - i n . d i s -
c h a r g e , and a 5 -hp . , 1145 r p m . F a i r b a n k s - M o r s e 
e l e c t r i c m o t o r , No. 348896. This equipment i s 
not in p l ace , and the wel l is not in condi t ion for 
use without cons ide rab l e r e p a i r work . 
In Aug. 1932 the f ree flow w a s r e p o r t e d to be 
60 g p m . , but about 1943 the f ree flow was e s -
t i m a t e d at 10 to 15 g p m . 
Well No . 2 , s o m e t i m e s known as the " G a r a g e 
W e l l , " i s loca ted in the g a r a g e and s e r v i c e bu i ld -
ing (or a p p r o x i m a t e l y 1050 ft. S. and 1110 ft. W. 
of the N. E. c o r n e r of Sec t ion 21). The wel l w a s 
d r i l l e d in 1926 by J. C. Schomas to a depth of 
475 ft. The cas ing r e c o r d is not known. 
S a m p l e - s t u d y log of Well No. 2 furn ished by the 
State Geolog ica l Survey: 
Th i s wel l is said to have a f ree flow of 60 
gpm. , but on account of furnishing w a t e r to the 
h ighe r p o r t i o n s of the p a r k , the w a t e r i s pumped 
to s e v e r a l e leva ted s t o r a g e t a n k s . I t i s now the 
p r i n c i p a l s o u r c e of w a t e r supply for the p a r k . 
The wel l is equipped with: 70 ft. of 4 - i n . 
STARVED ROCK STATE PARK 
La Salle County 
June 27, 1947 
co lumn p ipe ; 8- in. , 11 - s t age A m e r i c a n Well Works 
tu rb ine p u m p , No. 70469, r a t e d a t 237 1 /2 gpm. 
at 1760 r p m . ; the length of the pump is 6 1/2 ft.; 
20 -hp . , 1500 r p m . U. S . e l e c t r i c m o t o r , No. 
189608. 
In June 1947, the pump was o p e r a t e d for 2 5 -
m i n . p e r i o d s , and af ter 2 5 - m i n . pumping , wa te r 
was d r a w n down 25 ft. be low the overf low, and 8 
m i n . af ter the pump s topped, w a t e r flowed a t the 
top of the c a s i n g . Water i s suppl ied f r o m t h i s 
we l l to the lodge and cab ins and to the camping 
and p icn ic g r o u n d s . 
P a r t i a l an a ly s i s of a s amp le (Lab . No. 110,853) 
co l lec ted June 27, 1943 f rom the overf low p ipe , 
showed the w a t e r f r o m Well No. 2 to have a h a r d -
n e s s of 23.0 g r . pe r ga l . , a to t a l m i n e r a l content 
of 534 p p m . , and no i r o n . 
In June 1947, pumpage w a s e s t i m a t e d a t95 ,000 
gpd. 
In June 1933 a we l l was d r i l l e d for the C i t i zens 
C o n s e r v a t i o n C o r p s Camp a t P a r k m a n P l a i n by 
C. W. V a r n e r , Dubuque, Iowa. Th i s we l l w a s 
d r i l l e d to a depth of 445 ft. and was f inished in 
the Oneota dolomi te af ter having been d r i l l e d 
th rough 85 ft. of New Richmond sands tone . The 
wel l was o r ig ina l l y 8 in . in d i a m e t e r to 303 ft. 
and 6 in . in d i a m e t e r below tha t depth . 
S a m p l e s of the w a t e r w e r e col lec ted as the 
d r i l l ing p r o g r e s s e d , and when the wel l w a s c o m -
p le ted . Al l the t e s t s showed the w a t e r to be 
highly m i n e r a l i z e d , high in sod ium ch lo r i de , and 
excep t iona l ly h a r d . A sample co l l ec ted July 15, 
1933 (Lab . No. 73235) showed the w a t e r to have a 
sod ium ch lo r ide content of 2395 p p m . , a m i n e r a l 
content of 3619 p p m . , and a h a r d n e s s of 69.0 g r . 
p e r ga l . 
An effort w a s m a d e to loca te the s o u r c e of 
the sod ium c h l o r i d e , and the cas ing w a s pul led , 
the 6 - in . hole r e a m e d to 8- in . d i a m e t e r to a 
depth of 366 ft. The wel l was r e c a s e d with 8- in . 
pipe to the 366-f t . depth . Th i s m a d e v e r y l i t t le 
d i f fe rence in the qual i ty of the w a t e r , and i t was 
dec ided to use the w a t e r for s h o w e r s and t o i l e t s 
and to haul the dr inking w a t e r f r o m the p a r k wel l . 
The wel l was abandoned l a t e r . 
LABORATORY NO. 110,853 
I l l ino i s State Water Survey - Bul le t in No. 40 
The State R e f o r m a t o r y for Women h a s a wel l 
1203 ft. deep d r i l l e d in 1930 and loca ted on the 
Ins t i tu t ion ' s g rpunds on Sta te Highway No. 17, 
two m i l e s wes t of Dwight, or n e a r the n o r t h e a s t 
c o r n e r of the sou theas t o n e - q u a r t e r of Sect ion 1, 
T . 30 N., R. 6 E . 
The wel l i s 16 in . in d i a m e t e r a t the top and 
equipped with 280 ft. of 4 - i n . column pipe; a 
Pomona tu rb ine pump r a t e d a t 200 gpm. 
A n a l y s i s of a s amp le (Lab . No. 117,372) c o l -
l ec ted F e b . 23 , 1949 af ter 7 - h r . pumping in a 
s e r i e s s o u r c e t e s t , showed the w a t e r f r o m t h i s 
we l l to have a h a r d n e s s of 19.2 g r . p e r ga l . , a 
r e s i d u e of 1402 p p m . , and an i r o n content of 1.0 
p p m . 
The w a t e r i s a e r a t e d , sof tened, and c h l o r i n -
a ted . It h a s a s t rong odor of hyd rogen - su l f i de , 
and h a s a s e r i o u s c o r r o s i v e ac t ion on the pump 
co lumn pipe and bowls a s wel l a s the d i s t r i b u t i o n 
s y s t e m . A n a l y s i s of a s amp le (Lab . No. 117,373) 
co l l ec ted F e b . 23 , 1949 showed the t r e a t e d w a t e r 
to have a h a r d n e s s of 4.1 g r . pe r ga l . , a m i n e r a l 
content of 1722 ppm. , and an i r o n content of 1.0 
p p m . 
A wel l was comple t ed in Aug. 1935 to a depth 
of 210 ft. and c a s e d with 6- in . p ipe to a depth of 
144 ft. A product ion t e s t was m a d e by the State 
Wate r Survey . Before the t e s t was s t a r t e d , the 
w a t e r l eve l was 32 ft. below a ground sur face 
e l eva t ion . After 8 - m i n . pumping at 12 1/4 g p m . , 
the w a t e r was l owered to the bo t t om of the s u c -
t ion pipe at 186 ft. At the end of 4 - h r . pumping 
at 8 gpm. , the w a t e r was at the bo t tom of the 
suct ion p ipe . The wel l was not p l aced in s e r v i c e . 
Ana lys i s of a s a m p l e (Lab . No. 76481) c o l -
lec ted Aug. 7 , 1935, showed the w a t e r f r o m t h i s 
we l l to have a h a r d n e s s of 23,1 g r . p e r ga l . , a 
r e s i d u e of 1279 p p m . , and an i r o n content of 4 .3 
p p m . 
A q u a l i t y - s o u r c e t e s t (Ana lyses N o s . 117 ,363-
117,372) conducted F e b . 23 , 1949 showed the f o l -
lowing da ta on the w a t e r obta ined f r o m th i s we l l . 
The a n a l y s e s showed t ha t the f i r s t s a m p l e 
was c o m p o s e d l a r g e l y of w a t e r which r e m a i n e d 
in the co lumn pipe at the end of the p r ev ious 
pumping p e r i o d . The next 3 s a m p l e s showed an 
i n c r e a s i n g ch lo r ide concen t r a t i on al though the 
t e m p e r a t u r e of the wa te r r e m a i n s low. The high 
concen t r a t i on of c h l o r i d e s is r e p r e s e n t a t i v e of 
STATE REFORMATORY 
FOR WOMEN 
Liv ings ton County 
F e b r u a r y 23, 1949 
w a t e r f r o m the P e n n s y l v a n i a n fo rma t ion a t a 
depth be tween 124 and 340 fee t . 
Subsequent s a m p l e s showed a g e n e r a l d e -
c r e a s e i n ch lo r ide content p a r t i c u l a r l y af ter 
11:30 A .M. and the l a s t s a m p l e a p p e a r e d to c o n -
t a i n a p p r o x i m a t e l y 19% w a t e r f r o m the P e n n s y l -
van ian fo rma t ion and 8 1 % w a t e r f r o m the St . 
P e t e r s ands tone a t the bo t tom of the we l l . 
The r a t e o f pumpage w a s e s t i m a t e d to be 
about 90 g p m . The da ta a l s o show tha t s o m e 
20,000 ga l lons of P e n n s y l v a n i a n w a t e r e n t e r e d 
the wel l dur ing the 27 1 /2-hr . id le pe r iod p r e -
ceding the t e s t and dur ing the p e r i o d of pumpage 
on F e b r u a r y 2 3 . 
Well No. 2 was comple ted to a depth of 1201 
ft. in Sept . 1948 by M i l a e g e r Dr i l l ing C o . , M i l -
waukee , W i s . , and loca ted jus t n o r t h of the o v e r -
head s t o r a g e t ank , (or a p p r o x i m a t e l y 450 ft. N. 
and 100 ft. W. of the S. E. c o r n e r of Sec . 1). The 
ground e l eva t ion a t the we l l s i te is 648± ft. 
The d r i l l e r r e p o r t e d the hole and cas ing r e c -
o r d a s fol lows: 
Hole R e c o r d 
2 1 - i n . f r o m 0 to 402 ft. 
15- in . f r o m 402 to 507 ft. 
10 - in . f r o m 507 to 1201 ft. 
C a s i n g R e c o r d 
2 1 - i n . d r ive pipe f r o m 0 to 124 ft. 
15 - in . l iner f rom, 256 to 420 ft. 
12 - in . cas ing f r o m 0 to 140 ft. 
10- in . c a s ing f r o m 140 to 510 ft. 
The annu la r space out s ide the 12 and 10- in . 
ca s ing w a s p r e s s u r e - c e m e n t e d . A p roduc t ion 
t e s t w a s m a d e on Sept . 2 2 - 2 3 , 1948 us ing the 
State Wate r Survey c a l i b r a t e d m e a s u r i n g e q u i p -
m e n t . T e m p o r a r y pumping equ ipment was u s e d . 
B e f o r e the t e s t , the w a t e r l eve l w a s 150 ft . be low 
the top of the c a s i n g . After 2 4 - h r . pumping at 
r a t e s g r adua l ly i n c r e a s e d f r o m 85 to 150 g p m . , 
the drawdown w a s 146 ft. One h r . a f te r shutdown 
the w a t e r l e v e l had r e c o v e r e d to 163 ft. A n a l y s i s 
of a s amp le (Lab . No. 115,872) co l lec ted Sept . 
23 , 1948 a f t e r 20 1/2-hr. pumping at 152 g p m . 
showed t h i s w a t e r to have a h a r d n e s s of 20.4 g r . 
p e r g a l . , a r e s i d u e of 1278 ppm. , and an i r o n 
content of 0.6 p p m . Only a s l igh t odor of H2S 
w a s noted to be p r e s e n t . 
2 - Sta te R e f o r m a t o r y for Women 
LABORATORY NO. 117,373 
A n a l y s e s Nos . 117,363 - 117,372 
S a m p l e - s t u d y log of Well No. 2 furnished by the State Geological Survey: 
I l l inois Sta te Wa te r Survey - Bul le t in No. 40 
The State Tra in ing School for Boys , S h e r i d a n 
B r a n c h , i s loca ted a p p r o x i m a t e l y 1 /2 m i l e south 
and 3 /4 m i l e wes t of S h e r i d a n in Sect ion 17, T. 
35 N . , R. 5 E. The wel l is 885 ft. deep and is 
c a s e d with 20 - in . and 18- in . p ipe . The ground 
e leva t ion is 600± ft . 
The pumping equ ipment c o n s i s t s of 8 - in . , 6-
s tage P o m o n a tu rb ine p u m p , No. S . A. 19, r a t e d 
a t 70 gpm. ; 10 -hp . , 1750 r p m . G e n e r a l E l e c t r i c 
m o t o r , No. 5531679. 
The wel l f lows, and af ter pumping 2 h r . at a 
r a t e of 70 g p m . , the. drawdown is 25 ft. 
Ana lys i s of a s ample (Lab . No. 111,093) c o l -
l ec t ed July 15, 1947 af ter pumping 2 h r . at 70 
g p m . , showed the w a t e r f r o m t h i s wel l to have a 
h a r d n e s s of 18.2 g r . p e r g a l . , a m i n e r a l content 
of 339 p p m . , and an i r o n content of 0.2 p p m . 
The w a t e r i s c h l o r i n a t e d . The wa te r u sed in 
b o i l e r s and the l a u n d r y i s sof tened. 
M e t e r e d pumpage f r o m July 3 , to July 14, 
1947 a v e r a g e d 23,170 gpd. 
STATE TRAINING SCHOOL 
SHERIDAN 
La Salle County 
July 15, 1947 
S a m p l e - s t u d y log fu rn i shed by the 
State Geolog ica l Survey : 
LABORATORY NO. 111,093 
I l l ino i s State Water Survey - Bul le t in No. 40 
Beginning in 1928, the v i l l age of S tee lev i l le 
(1212) p u r c h a s e d wa te r f rom the Gi l s t e r Mill ing 
Co . Well No. 2 . The wel l w a s 265 ft. deep and 
was r e p o r t e d to have p roduced 60 gpm. with a 
drawdown of m o r e than 42 ft. f r o m the n o n -
pumping w a t e r l eve l of 8 ft. 
The pumping equipment c o n s i s t e d of a C h i p -
pewa doub le - ac t i ng d e e p - w e l l p u m p , d r iven by a 
7 1/2-hp. e l e c t r i c m o t o r . 
A n a l y s i s of a s a m p l e (Lab . No. 74832) c o l -
lec ted July 12, 1934, showed the w a t e r to have a 
h a r d n e s s of 11.1 g r . pe r ga l . , a r e s i d u e of 329 
p p m . , and an i r o n content of 0.4 ppm. 
The p u r c h a s e of w a t e r w a s d iscont inued in 
1935. 
Vi l lage Well No. 1 was d r i l l e d in 1935 to a 
depth of 285 ft. by F r e d M. Lu th , St. L o u i s , Mo . , 
and loca ted 1/2 b lock nor th of the c i ty p a r k on 
the n o r t h s ide of the a l l ey , 200 ft. no r th of G a r -
field St. and 85 ft. w e s t of J a m e s St. (or a p p r o x i -
m a t e l y 2200 ft. S. and 1275 ft. E. of the N. W. 
c o r n e r of Sect ion 16, T. 6 S., R. 5 W.). The e l e -
va t ion of the ground su r face a t the w e l l - s i t e i s 
425± ft. 
S a m p l e - s t u d y log of Well No. 1 furn ished by the 
State Geologica l Survey : 
An anchor p a c k e r was ins t a l l ed at a depth of 
158 ft. to p r even t the a d m i s s i o n of su r face w a t e r . 
The State Water Survey m a d e a p roduc t ion 
t e s t on A p r . 23 , 1935. F o r t e s t p u r p o s e s the wel l 
S T E E L E V I L L E 
Randolph County 
July 19, 1949 
was equipped with an a i r lift with a 4 - in . educ to r 
pipe and 1 1/2-in. a i r p ipe , and 239 ft. of 1/4-in. 
a i r l i ne . The we l l p roduced 95 gpm. with a d r a w -
down of 96 ft. f r o m a non-pumping w a t e r l eve l 
of 29 ft. be low the ground s u r f a c e . T h r e e d a y s 
af ter r e m o v a l of the pump in Sept . 1947, the w a t e r 
l eve l was 59 ft. below the pump b a s e . On M a r . 
5, 1948 the w a t e r l eve l was 57 ft. below the pump 
b a s e . On July 19, 1949, the w a t e r level was 60 
ft. below the pump b a s e . 
The hole and cas ing r e c o r d i s a s fol lows: 
Hole R e c o r d 
10 - in . f r o m s u r f a c e to 190 ft. 
8 - in . f rom 190 to 285 ft. 
Cas ing R e c o r d 
8- in . pipe f r o m su r face to 190 ft. 
P e r f o r a t e d f r o m 180 to 190 ft. 
The pumping equipment i n s t a l l ed in 1935 and 
r e p a i r e d in Sept . 1947, c o n s i s t s of 150 ft. of 4 
1 /2 - in . ' id . co lumn p ipe ; 6- in . Worthington t u r -
bine pump No. 911009, Size 613Q33, having an 
o v e r a l l length of 16 ft. and a m e t e r e d d i s c h a r g e 
r a t e of 110 gpm. ; 10 ft. of 4 1/2-in. id . suct ion 
pipe and s t r a i n e r ; 15 -hp . G e n e r a l E l e c t r i c m o t o r . 
Ana lys i s of a s a m p l e (Lab . No. 75998) c o l -
lec ted A p r . 23 , 1935, showed the w a t e r to have a 
h a r d n e s s of 8.7 g r . pe r g a l . , a r e s i d u e of 364 
p p m . , and an i r o n content of 0.1 p p m . 
Well No. 2 was d r i l l e d in 1945 to a depth of 
319 ft. by F r e d M. Luth , and is loca ted n e a r the 
n o r t h e a s t c o r n e r of the i n t e r s e c t i o n of G r e e n and 
Wes t St. about 1400 ft. n o r t h e a s t of Well No. 1 
(or a p p r o x i m a t e l y 1600 ft. S. and 2370 ft. W. of 
the N. E. c o r n e r of Sect ion 16). The e leva t ion of 
the ground su r face a t the w e l l - s i t e i s 435± ft. 
The wel l w a s cased with 10 - in . pipe f r o m the 
su r f ace to 65 ft. and with 8- in . pipe f r o m the 
su r face to 240 ft. An anchor r u b b e r packe r was 
i n s t a l l e d at a depth of 202 ft. 
A product ion t e s t was m a d e by the State Water 
Survey July 14, 1945. The t e s t pump c o n s i s t e d 
of a 5 - in . by 8-ft. cy l inder a t t ached to 270 ft. of 
5- in . co lumn p i p e , and o p e r a t e d by the well r i g . 
A 1/4-in. a i r l ine ex tended to a depth of 275 ft. 
be low the top of the c a s i n g . The wel l p roduced 
93 gpm. with a drawdown of 83 ft. f r o m a n o n -
pumping w a t e r l eve l of 69 ft. below the top of the 
c a s i n g . 
2 - S tee lev i l le 
The pump ins t a l l a t i on , comple t ed in Sept. 
1947, c o n s i s t s of an 8- in . , 12 - s t age Worthington 
tu rb ine p u m p , O B E - 1 4 , S e r i a l No. T - 7 5 2 3 , with 
4 5/8-in. d i s c h a r g e pipe and 15 -hp . U. S. e l e c t r i c 
m o t o r . The a i r l ine gauge i s defect ive and no 
w a t e r l e v e l s have been r e p o r t e d s ince t h e i n s t a l -
l a t ion . The m e t e r e d pump d i s c h a r g e r a t e i n M a r . 
1948 a v e r a g e d 85 gpm. 
Ana lys i s of a s a m p l e (Lab . No. 113,726) c o l -
lec ted M a r . 6 , 1948 af ter 1-hr . pumping at 88 
gpm. , showed the w a t e r to have a h a r d n e s s of 
10.3 g r . p e r ga l . , a r e s i d u e of 342 p p m . , and an 
i r o n content of 0.1 p p m . 
Well No. 2 f u r n i s h e s the e n t i r e supply and 
f r o m Nov. 4 , 1947 to M a r . 5 , 1948 m e t e r e d p u m p -
age a v e r a g e d 29,460 gpd. S u m m e r pumpage i s 
e s t i m a t e d to a v e r a g e 34,000 gpd. 
LABORATORY NO. 113,726 
I l l ino is State Water Survey - Bul le t in No. 40 
The w a t e r w o r k s a t S teger (3369) was in s t a l l ed 
by the v i l l age in 1910. 
Water for the public supply w a s obtained f rom 
a we l l d r i l l ed to a depth of 318 ft. loca ted about 
200 ft. south of the c e n t e r of 234th St. and 110 ft. 
e a s t of the c e n t e r of Ha l s ted St. (or a p p r o x i m a t e -
ly 200 ft. S. and 1550 ft. W. of the N. E. c o r n e r 
of Sect ion 5, T. 34 N. , R. 14 E . ) . The e leva t ion 
of the ground su r face is 715± ft. 
Rock was r e p o r t e d e n c o u n t e r e d at a depth of 
94 ft. be low the su r f ace . The wel l is ca sed with 
12- in . pipe to a d e p t h of 147 ft. On M a r . 4, 1914 
a non-pumping w a t e r l eve l of 75 ft. below the 
pump b a s e was r e p o r t e d . A t tha t t i m e w a t e r was 
pumped at a r a t e s l ight ly ove r 300 gpm. A n o n -
pumping w a t e r l eve l of 35 ft. below the pump 
b a s e w a s r e p o r t e d in A p r . 1926. 
In Aug. 1945 the J . P . Mi l l e r A r t e s i a n Well 
Co . , Brookf ie ld , r e - i n s t a l l e d the following pump, 
a s s e m b l y with new co lumn and suc t ion pipe: 60 
ft. of 6- in . id . co lumn pipe; 8- in . 7 - s t age A m e r -
i can Well Works t u r b i n e , Shop No. 68597, r a t e d 
at a capac i ty of 300 gpm. aga ins t 192 ft. of head ; 
20 ft. of 5 - in . suc t ion pipe with s t r a i n e r ; 20 -hp . 
G e n e r a l E l e c t r i c m o t o r . 
Upon comple t ion of the above in s t a l l a t i on , a 
sho r t p roduc t ion t e s t was m a d e . After pumping 
1 1/2 h r . at 350 gpm. , the d rawdown was 4 ft. b e -
low a w a t e r l eve l of 43 ft. below the pump b a s e . 
Both pump b a s e and floor l eve l a r e a p p r o x i m a t e 
ground s u r f a c e . 
Th i s we l l h a s been in da i ly s e r v i c e s ince 
Aug. 1945. The n o r m a l pe r i od of ope ra t ing is 9 
h r . da i ly which i s doubled for peak s u m m e r d e -
m a n d s . 
A n a l y s i s of a s amp le (Lab . No. 107,861), c o l -
lec ted Oc t . 3 , 1946 f r o m the pump d i s c h a r g e af ter 
pumping at 350 gpm. for 20 m i n . , showed the 
w a t e r to have a t o t a l h a r d n e s s of 24.0 g r . p e r 
STEGER 
Will County 
Oct . 23 , 1946 
ga l . , a r e s i d u e of 432 p p m . , and an i r o n content 
of 0.6 p p m . 
Well No. 2 was d r i l l ed to a depth of 325 ft. by 
T h o s . K r a m e r & Sons , H a r v e y , and comple ted on 
July 29, 1935. T h i s wel l is loca ted about 30 ft. 
due south of the o lde r we l l . I t w a s c a s e d f r o m 
the su r face to a depth of 110 ft. with 12 - in . pipe 
below which the hole was 12 in . in d i a m e t e r to 
the b o t t o m . A r e c o r d of the m a t e r i a l p e n e t r a t e d 
shows a fo rma t ion of dr i f t f r o m the su r face to a 
depth of 89 ft. follpwed by l i m e s t o n e for the b a l -
ance of the h o l e . W a t e r - b e a r i n g l i m e s t o n e w a s 
r e p o r t e d e n c o u n t e r e d at dep ths of 105 ft., 140 
ft . , 145 ft. , 165 ft. , 210 ft. , and 290 ft. 
When the wel l was c o m p l e t e d , the d i s t ance to 
w a t e r , below the top of the c a s i n g , w a s 33.6 ft. 
I t was t e s t e d for 24 h r . at a r a t e of 400 gpm. 
without showing any a p p r e c i a b l e drawdown. The 
top of c a s ing and pump b a s e is 2 ft. above f loor 
l eve l . 
On A p r . 2, 1942, a w a t e r l eve l of 31 ft. b e -
low the pump b a s e was r e p o r t e d af ter a 3 0 - m i n . 
id le p e r i o d , and a w a t e r l eve l of 32 1/2 ft. af ter 
pumping 1 h r . at an e s t i m a t e d r a t e of 300 gpm. 
The following pump i n s t a l l a t i o n , m a d e in 1935, 
w a s in s e r v i c e Oc t . 3, 1946: 60 ft. of 6 - in . c o l -
u m n pipe; 8- in . , 9 - s t age P o m o n a t u rb ine p u m p , 
S e r i a l No. M-2030 , r a t e d at a capac i ty of 300 
gpm. a g a i n s t 170 ft. of head ; the o v e r a l l length 
of the pump is 5 1/2 ft . ; 10 ft. of 6- in . suc t ion 
p ipe ; 60 ft. of a i r l i ne ; 26-hp . Johnson r i g h t - a n g l e 
g e a r d r i v e powered by a 2 0 - h p . G e n e r a l E l e c t r i c 
m o t o r . 
Water l eve l s and pumping p e r i o d s a r e i d e n -
t i c a l with the o lde r we l l . Ana lys i s of a s a m p l e 
(Lab . No. 107,862), co l l ec ted f r o m the cooling 
l ine on Oct . 3, 1946 af ter 2 5 - m i n . pumping at 300 
gpm. , showed the w a t e r f r o m Well No. 2 to have 
a t o t a l h a r d n e s s of 24.4 g r . p e r ga l . , a r e s i d u e 
of 426 p p m . , and an i r o n content of 0.3 p p m . 
LABORATORY NO. 107,861 
I l l inois Sta te Water Survey - Bu l l e t in No. 40 
The w a t e r w o r k s s y s t e m for the ci ty of S t e r -
ling (11,363) was ins t a l l ed in 1885 when a 2 5 - y e a r 
f ranch i se w a s g r an t ed to a M r . B a x t e r of P o r t -
land, M a i n e . In 1910 the f r anch i s e w a s r e n e w e d 
for 25 y e a r s . Subsequent ly , the s y s t e m w a s 
owned by the I l l ino is Water S e r v i c e Co . and is 
now owned by the N o r t h e r n I l l ino is Water C o r -
po ra t i on . Water i s a l s o suppl ied to the ci ty of 
Rock F a l l s . 
Water is obtained f r o m 4 we l l s loca ted a t the 
pumping plant s i te at the foot of 17th Ave . on the 
bank of Rock R i v e r . Al l of the we l l s flowed f r e e -
ly , and in 1915 the to t a l flow w a s e s t i m a t e d a t 
1.8 mgd . and in 1921 it w a s 1.5 mgd . In 1931 the 
non-pumping wa te r l eve l in a l l of the we l l s w a s 
about 7 ft. below the ground s u r f a c e , and in 1938 
i t w a s 20 ft. 
Well No. 1 is loca ted at the foot of 17th Ave. 
j u s t e a s t o f the p u m p house (or a p p r o x i m a t e l y 
2530 ft. S. and 570 ft. W. of the N. E. c o r n e r of 
Sect ion 22, T. 21 N . , R. 7 E . ) . The wel l w a s 
d r i l l ed in 1886 to a r e p o r t e d depth of 1430 ft. b e -
low a ground sur face e leva t ion of 645 t ft. The 
wel l was s u r r o u n d e d , a t the top , by a c i r c u l a r 
b r i c k b a s i n , 8 ft. in d i a m e t e r by 15 ft. deep . In 
1946, be fo re r ehab i l i t a t i on by C. W. V a r n e r , 
Dubuque, Iowa, the wel l w a s found to be 1434 ft. 
deep and c a s e d with 101 ft. of 8 - in . pipe and an 
u n r e p o r t e d length of 10- in . su r face p i p e . The 
d i a m e t e r a t the b o t t o m w a s 5 5 /8 in . 
V a r n e r r e m o v e d the 8 and 10- in . c a s i n g s , 
and af te r the r e p a i r w o r k , the hole and cas ing 
r e c o r d 'was r e p o r t e d a s : 
Hole R e c o r d 
19- in . f r o m su r face to 105 ft. 
8- in . f rom 105 to 990 ft. 
5 5 / 8 - i n . f r o m 990 to 1434 ft. 
Cas ing R e c o r d 
20- in . od. su r face pipe to 33 ft. 
12- in . id . ca s ing f r o m su r f ace 
to 105 ft. 
The annu la r space outs ide the 12- in . cas ing 
was fi l led with cement g rou t . 
After pulling the old 8- in . ca s ing , a s h o r t 
product ion t e s t was m a d e by the d r i l l e r . When 
pumping a t 345 g p m . , t h e drawdown was 22 ft. b e -
low a non-pumping w a t e r l eve l of 33 1/2 ft. On 
May 24, 1946 af ter the wel l r e p a i r s had b e e n 
comple t ed , a p roduc t ion t e s t was m a d e by the 
STERLING 
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State Wate r Survey . T e m p o r a r y pumping e q u i p -
m e n t w a s in s t a l l ed for the t e s t as fol lows: 85 ft. 
of co lumn p ipe ; 7 - in . , 7 - s t age t u r b i n e pump; no 
suct ion p i p e . Water w a s pumped for 24 h r . May 
22 and 23 to c l ean up the wel l , and t h e w a t e r w a s 
c l e a r a f t e r 4 - h r . pumping . On May 24, a f te r 
pumping 20 h r . a t 405 g p m . , the d rawdown w a s 
31 ft. f r o m a non-pumping w a t e r l eve l of 32 ft. 
Ten m i n u t e s af ter the pump was shut off, the w a t e r 
l eve l r e t u r n e d to 33 1 /2 ft. Dur ing the t e s t , the 
p u m p s in Wel l s 2 and 4 w e r e ope ra t i ng t h r o u g h -
out the p e r i o d . 
New pumping equ ipment w a s then i n s t a l l ed to 
r e p l a c e the old a i r lift and c o n s i s t s of 80 ft. of 
6 - in . co lumn pipe; 7 - in . , 8 - s t age P e e r l e s s t u r -
bine p u m p , No. 33036, r a t e d a t 400 gpm. ; the 
o v e r a l l length of the pump is 5 ft.; 80 ft. of a i r 
l ine ; 20 ft. of 5 - in . suc t ion p ipe ; 1 5 - h p . U. S. 
e l e c t r i c m o t o r . The 1-in. shaft i s w a t e r l u b r i -
c a t e d . P u m p a s s e m b l y w i l l b e changed i n the n e a r 
fu ture . 
A n a l y s i s of a s amp le (Lab . No . 118,203) c o l -
l e c t e d in May 1949 a f t e r 4 - h r . pumping a t 470 
gpm. , showed the w a t e r in Wel l No . 1 to have a 
h a r d n e s s of 18.6 g r . p e r g a l . , a r e s i d u e of 333 
p p m . , and an i r o n content of 0.3 p p m . 
Well No. 2 w a s d r i l l e d in 1899 to a dep th of 
1606 ft. and deepened in 1947 to 1610 ft. The 
w e l l i s l oca t ed about 200 ft. n o r t h e a s t e r l y f r o m 
N o . 1 . Or ig ina l ly the wel l flowed, but i t w a s 
equipped with an a i r lift pump to i n c r e a s e the 
p roduc t ion a t peak d e m a n d . In 1938 the pumping 
r a t e w a s e s t i m a t e d a t 490 gpm. 
In 1947 the wel l was r e h a b i l i t a t e d by C. W. 
V a r n e r . The o r ig ina l 48- f t . 8 - in . length of 8 - in . 
w i . ca s ing was r e m o v e d and r e p l a c e d by a 20 - in . 
od. s t e e l pipe d r i v e n to a dep th of 50 ft. The hole 
w a s r e a m e d t o 18- in . d i a m e t e r , and 12- in . id . 
s t ee l pipe w a s i n s t a l l e d f r o m the su r face to 127 
1 /2 ft. The annu la r space b e t w e e n the 20 - in . and 
12- in . c a s i n g s w a s fi l led with c e m e n t g rou t . In 
c leaning out the w e l l , the 8- in . hole w a s extended 
f r o m 1606 to 1610 ft. In the o r i g i n a l c o n s t r u c -
t ion of the we l l , i t had been r e p o r t e d tha t a 6 5 / 8 -
in . l iner w a s se t f r o m 650 to 850 ft. Dur ing the 
r e p a i r w o r k , l i t t le t r a c e of th i s l i ne r w a s found 
except t ha t a s l ight b r idge w a s e n c o u n t e r e d a t 
about 1065 ft. depth , and the old l ine r w a s s u s -
pec ted to have c a u s e d the b r i d g e . 
On A p r . 8 , 1947 a p roduc t ion t e s t w a s m a d e 
by the State Wa te r Survey . Throughou t the t e s t 
the p u m p s in Wel ls 1 and 4 w e r e o p e r a t i n g , but 
the pump in No . 3 we l l w a s not o p e r a t i n g . After 
2 - S te r l ing 
5 3 / 4 - h r . pumping at 134 g p m . , the drawdown 
w a s 33 ft. f r o m a non-pumping w a t e r l eve l of 42 
1/2 ft. below the top of the c a s i n g . The pumping 
w a t e r l e v e l was 2 ft. above the top of the bowls . 
Before the r e p a i r work , t h i s pump was r e -
p o r t e d to produce about 380 gpm. When the old 
cas ing was r e m o v e d , a n u m b e r of h o l e s w e r e 
found. The p u r p o s e of the new cas ing was to 
shut off w a t e r s f r o m the upper s t r a t a . 
On June 5, 1947 i t w a s r e p o r t e d tha t the wel l 
had been deepened to 1725 ft. at a d i a m e t e r of 8 
i n . , and 2 sho t s had been se t off; the f i r s t shot at 
1600 ft. and the second shot at 1640 ft. After the 
shoot ing, the hole was b r idged at 750 to 800 ft. 
dep th . The hole was subsequen t ly c leaned out to 
1655 ft. , and the w a t e r l eve l was r e p o r t e d to be 
43 ft. 
On July 15, 1947 i t was r e p o r t e d tha t after the 
wel l was c leaned out to 1655 ft., fu r the r t roub le 
w a s e n c o u n t e r e d because of r e d m a r l cave in the 
St. P e t e r s ands tone . The 8- in . hole below the 
12- in . cas ing w a s r e a m e d to 12- in . d i a m e t e r to a 
depth of 750 ft., and 107 1/2 ft. of 8- in . id . l i ne r 
w a s se t oppos i te the c a v e - i n a r e a and d r i v e n to 
a t ight sea t wi th the bo t tom of the l ine r at 758 
1/2 ft. 
On Sept. 15, 1947 a p roduc t ion t e s t was m a d e 
by the State Water Survey . P u m p s in Wel ls 1 , 3 , 
and 4 w e r e s t a r t ed 2 h r . ahead of the s t a r t of the 
t e s t , and No. 1 was ope ra t ed cont inuous ly a t a p -
p r o x i m a t e l y 430 gpm. No. 3 was ope ra t ed 
th roughout the t e s t a t 440 gpm. excep t for a 1 /2 -
h r . pe r i od e a r l y in the t e s t . No. 4 was o p e r a t e d 
at 455 gpm. excep t for a 2 - h r . pe r i od la te in the 
t e s t . B e c a u s e of the inadequate capac i ty of the 
p u m p , e q u i l i b r i u m could not be e s t a b l i s h e d . 
After 9 1/2-hr. pumping at 314 g p m . , the d r a w -
down w a s 41 1/2 ft. f r o m an i n i t i a l non-pumping 
l eve l of 35.9 ft. below the top of the 20 - in . c a s i n g . 
The pumps in Wel ls 1, 3 , and 4 w e r e ope ra t i ng 
when the w a t e r l eve l in Well No. 2 w a s o b s e r v e d 
at 35.9 ft. I t w a s o b s e r v e d tha t the pumping l eve l 
in No. 2 was a p p r o x i m a t e l y 4 1/2 ft. h ighe r when 
No. 4 was not ope ra t ing but when No. 1 and No. 
3 w e r e o p e r a t i n g . 
P r e s e n t p u m p in s t a l l a t i on in Well No. 2: 110 
ft. of 6 - in . co lumn p ipe ; 8 - in . , 3 - s t age P o m o n a 
t u rb ine p u m p , No. 80662, o v e r a l l length 35 in . ; 10 
ft. of 6 5 / 8 - i n . od. suc t ion p ipe ; 123 ft. of 1/4-in. 
copper a i r l i ne ; 15-hp . G e n e r a l E l e c t r i c m o t o r , 
No. 5428799. 
On Oct . 10, 1947, the non-pumping w a t e r l e v e l 
was 35 ft. below the top of the w e l l . 
Ana lys i s of a s amp le (Lab . No. 118,293) c o l -
lec ted in May 1949 af ter pumping 4 h r . at 380 
g p m . , showed the w a t e r in Well No. 2 to have a 
h a r d n e s s of 18.1 g r . p e r ga l . , a r e s i d u e of 357 
p p m . , and an i r o n content of 0.5 p p m . 
Well No. 3 was d r i l l ed by Lev i Wilson, C h i -
cago , in 1901 to a depth of 1830 ft. and loca ted 
j u s t southwes t of the pump s ta t ion and about 105 
ft. wes t of Well No. 1. 
The Ohio Dr i l l ing Co . , M a s s i l l o n , Ohio, m a y 
have d r i l l ed the we l l . In 1931 a l e t t e r f r o m tha t 
company s t a t ed tha t the wel l had been cased with 
8- in . pipe to a depth of 84 1/2 ft.; a 6 5 / 8 - i n . 
l i ne r was se t f r o m 635 to 700 ft. to shut off a 
cave ; and a 5 1/2-in. l iner was set f rom 1265 to 
1300 ft. The hole was s ta ted to be 6 5 / 8 - i n . 
d i a m e t e r f r o m 700 to 1300 ft. 
In 1946 V a r n e r Well Co . r e p a i r e d the wel l . 
The old 8 - in . c a s ing was r e m o v e d and found to be 
in poor condi t ion with n u m e r o u s ho les and a bad 
shoe . The old l i n e r s w e r e d r i l l ed out. The hole 
was r e a m e d out to 132 ft. and 36 ft. of 2 0 - i n . od. 
cas ing was d r i v e n into rock ; the hole was r e a m e d 
to 18- in . d i a m e t e r f r o m 36 to 132 ft. 
After the r e p a i r work was comple ted about 
Sept . 1 , 1946, the hole and cas ing r e c o r d w e r e 
r e p o r t e d as g iven in Tab le 1 . 
TABLE 1 
Hole R e c o r d 
8- in . f r o m 132 to 738 ft. 
6 - in . f rom 738 to 1417 ft. 
5 - in . f r o m 1417 to 1830 ft. 
Cas ing R e c o r d 
15- in . od. ca s ing f r o m sur face to 9 ft. 
13- in . od. cas ing f r o m 9 to 52 ft. 
12- in . id . c a s ing f rom 52 to 132 ft. 
6 - in . id . l i ne r f r o m 645 to 738 ft. 
The eas ing was c e m e n t e d in f r o m the 
su r face to 132 ft. 
A b r i e f p roduc t ion t e s t was m a d e by the State 
Water Su rvey on Sept . 17, 1946 af ter which the 
wel l w a s sounded and no filling had o c c u r r e d . 
One wekk l a t e r , a 7 - h r . t e s t was m a d e . With 
Wel ls 1, 2, and 4 in o p e r a t i o n , the non-pumping 
w a t e r level in No. 3 w a s 38 ft. below the pump 
b a s e ; and when pumping in Well No. 3 at 405 g p m . , 
the d rawdown was about 42 ft. 
On Oct . 20, 1946 the t e s t pump and a s s e m b l y 
in the we l l was r e p l a c e d by a pump a s s e m b l y 
m a d e up f r o m the old equ ipment in Well 3 and 4, as 
fol lows: 80 ft. of 6- in . id . co lumn p ipe ; 8- in . , 4-
s tage P e e r l e s s t u rb ine p u m p , No . 5525; the o v e r -
a l l length of the p u m p is 5 ft . , and the m e t e r e d 
capac i ty at the t i m e w a s 475 gpm. ; 11 1/2 ft. of 
5 - in . suc t ion p ipe ; 15 -hp . , 1800 r p m . U. S . e l e c -
t r i c m o t o r . 
A n a l y s i s of a s amp le (Lab . No. 118,204) c o l -
lec ted in May 1949 af ter pumping 2 h r . at 400 
gpm. , showed the w a t e r f rom Well No. 3 to have a 
h a r d n e s s of 19.0 g r . p e r ga l . , a r e s i d u e of 353 
p p m . , and an i r o n content of 0.1 p p m . 
Well No . 4 w a s d r i l l ed in 1909 to a depth of 
1630 ft. and loca ted about midway between Wel ls 
No . 1 and No. 2 . The f ree flow f r o m the wel l w a s 
adequate excep t dur ing peak d e m a n d , consequen t -
ly an a i r lift was i n s t a l l e d , and in 1931 a P e e r -
l e s s t u rb ine pump r a t e d a t 500 g p m . aga in s t a 
head of 67 ft., r e p l a c e d t h e a i r l ift . In 1938 the 
p roduc t ion f rom t h i s we l l w a s r e p o r t e d to be 560 
gpm. , and i t suppl ied m o r e t han t h r e e - f o u r t h s 
of the demand which a v e r a g e d 850,000 gpd. In 
1945 the non -pumping w a t e r l eve l w a s r e p o r t e d 
at 21 ft., and the product ion w a s 540 gpm. 
On Oct . 7, 1946 the V a r n e r We'll Dr i l l ing C o . 
c o m m e n c e d the r e p a i r w o r k of Well No. 4 . At 
t ha t t i m e the combined pumpage r a t e f r o m Wel ls 
1 and 3 w a s e s t i m a t e d at 900 g p m . , and the w a t e r 
l eve l in No. 4 was 38 ft. below the d r i l l f loor . 
The r e p a i r w o r k cons i s t ed of the r e m o v a l of 198 
ft . of 8 - in . gwi . cas ing and d r iv ing 67 ft. of 20 - in . 
od. cas ing to b e d r o c k . The hole w a s r e a m e d to 
19- in . d i a m e t e r to a depth of 198 ft . , and 12- in . 
id . c a s ing was se t f r o m su r face to 198 ft. The 
a n n u l a r space outs ide the 12 - in . cas ing w a s 
sea l ed wi th cemen t g rou t . No o ther work w a s 
p e r f o r m e d in the lower p o r t i o n of the we l l . The 
hole s ize w a s r e p o r t e d to be 8 in . in d i a m e t e r 
f rom 198 to 680 ft. and 5 3 / 4 in . in d i a m e t e r 
f r o m 680 to 1630 ft. The top of a l ine r was found 
at 680 ft. In the o r ig ina l da ta on the wel l , t h i s 
l ine r was r e p o r t e d to be 6 5 /8 in . in d i a m e t e r and 
60 ft. 3 in . long. 
On Jan . 2, 1947 the d r i l l e r p e r f o r m e d a s h o r t 
p roduc t ion t e s t . I t was r e p o r t e d tha t the d r a w -
down w a s 14 1/2 ft. a f ter 3 - h r . pumping at 411 
gpm. On Jan . 3 , 1947, the State Water Survey 
p e r f o r m e d a shor t t e s t with the s a m e t e m p o r a r y 
pump a s s e m b l y . After 6 - h r . pumping a t 408 g p m . , 
S te r l ing - 3 
the drawdown w a s 23 ft. On both o c c a s i o n s the 
p u m p s in Wel l s 1 and 2 w e r e opera t ing con t inu -
ous ly a t r a t e s of 450 gpm. e a c h . 
On Sept . 16, 1947 while the p u m p s in Wel ls 1 
and 2 w e r e ope ra t ing cont inuously and af te r a 2 
1 /2-hr . non-pumping pe r iod in Well No. 4 , the 
w a t e r l eve l in No. 4 was 44 ft. Then af ter 7 1 /2 -
h r . pumping in No. 4 at 460 gpm. with No. 1 and 
No. 2 in o p e r a t i o n , the d rawdown in No. 4 was 26 
ft. On Oct . 10, 1947 the non-pumping w a t e r l eve l 
was 47 ft. 
P r e s e n t pump a s s e m b l y in Well No. 4 : 102 
ft. of 6 5 / 8 - i n . od. co lumn pipe; 5 - s t a g e P e e r l e s s 
t u r b i n e , No . 3701 ; B r o n z e b o w l s , 4 2 - i n . o v e r a l l 
length; 10 ft. of 6 5 / 8 - i n . od. suc t ion p ipe; 115 ft. 
of 1/4- in . coppe r a i r l ine ; 15-hp . U. S. m o t o r , 
No . 96486. 
Ana lys i s of a s a m p l e (Lab. No. 118,205) c o l -
lec ted in May 1949 af ter 9 - h r . pumping at 500 
g p m . , showed the w a t e r f r o m Well No. 4 to have 
a h a r d n e s s of 16.6 g r . p e r g a l . , a r e s i d u e of 340 
p p m . , and an i r o n content of 0.5 p p m . 
M e t e r e d pumpage a v e r a g e s 1.45 mgd . 
Well No . 2 of the L a w r e n c e B r o t h e r s Manufac -
t u r i n g C o . w a s d r i l l e d in 1946 by Al labaugh Well 
C o . , Rockford , and located a p p r o x i m a t e l y 500 ft. 
S. and 1200 ft. W. of the N. E. c o r n e r of Sect ion 
28). The ground e leva t ion is 640± ft. 
S a m p l e - s t u d y log of Well No. 2 fu rn i shed by the 
State Geologica l Survey: 
4 - S t e r l ing 
LABORATORY NO. 118,205 
I l l ino i s State Water Survey - Bul le t in No. 40 
A w a t e r s y s t e m was i n s t a l l ed by C. T. Be i t e l 
about 1909 to supply the v i l lage of S teward (244). 
S o m e t i m e p r i o r to 1937 t h i s s y s t e m was t a k e n 
over by the I l l inois N o r t h e r n Ut i l i t i e s Co. and 
s ince 1939 the s y s t e m h a s been mun ic ipa l ly owned. 
Water is obtained f r o m a wel l located 45 ft. 
south of Main St. and 55 ft. wes t of Dewey St. (or 
a p p r o x i m a t e l y 80 ft. S. and 120 ft. W. of the N. E. 
c o r n e r of Sect ion 20, T. 39 N., R. 2 E . ) . The 
su r f ace e leva t ion is 823± ft. The wel l is 8 in . in 
d i a m e t e r and 100 ft. deep and t e r m i n a t e s in sand 
and g r a v e l . 
The p u m p a s s e m b l y , m a d e in A p r . 1936, i s 
50 ft. of 4 - i n . co lumn pipe; 6- in . A m e r i c a n Well 
Works o i l - l u b r i c a t e d t u rb ine p u m p , No. 60572, 
STEWARD 
L e e County 
Dec . 12, 1947 
r a t e d a t 40 gpm. , ope ra t ing a t 345 r p m . ; o v e r a l l 
length of pump is 28 1/2 in . ; 10 ft. of 3 1/2-in. 
suc t ion p ipe ; 50 ft. of a i r l ine ; 5 -hp . G e n e r a l 
E l e c t r i c m o t o r , No. 5402060. 
In Oc t . 1923, the non-pumping w a t e r l eve l w a s 
r e p o r t e d to be 30 ft. below the ground su r face and 
on Dec . 12, 1947 w a s 26 ft. below the pump b a s e 
which i s a t a p p r o x i m a t e g round l eve l . 
A n a l y s i s of a s ample (Lab . No. 112,900) c o l -
lec ted D e c . 12, 1947, showed the w a t e r to have a 
h a r d n e s s of 15.6 g r . p e r ga l . , a r e s i d u e of 292 
p p m . , and an i r o n content of 0.8 p p m . 
P u m p a g e i s e s t i m a t e d a t 10,000 gpd. 
LABORATORY NO. 112,900 
I l l ino is Sta te Water Survey - Bul le t in No. 40 
The v i l l age of S t i l lman Val ley (333) i n s t a l l ed 
a publ ic w a t e r supply in 1938. 
Water is obta ined f r o m a wel l d r i l l ed to a 
depth of 300 ft. in Aug. , 1938 by C. W. V a r n e r , 
Dubuque, Iowa, and loca t ed 300 ft. south of R o o s e -
vel t St. and 160 ft. e a s t of Spruce St . (or a p p r o x i -
m a t e l y 1100 ft. N. and 1300 ft. E. of the S. W< 
c o r n e r of Sect ion 1, T. 24 N . , R. 11 E . ) . The 
su r face e leva t ion is 725± ft. 
C o r r e l a t e d d r i l l e r ' s log of we l l d r i l l e d in 1938 
furn ished by the State Geologica l Survey: 
The pumping equ ipmen t c o n s i s t s of 150 ft. of 
4 - i n . o d . co lumn pipe; 6- in . , 2 0 - s t a g e F a i r b a n k s -
STILLMAN VALLEY 
Ogle County 
Dec . 3 , 1947 
M o r s e and Co . o i l - l u b r i c a t e d t u rb ine p u m p , No. 
35200, r a t e d at 100 gpm. aga ins t 250 ft. of head 
at 1750 r p m . ; the o v e r a l l length of the pump is 7 
ft. 7 3 /4 in . ; 20 ft. of 5- in . od. suct ion p ipe ; 1 0 -
hp . F a i r b a n k s - M o r s e hollow shaft m o t o r o p e r a t -
ing a t 1750 r p m . 
Hole R e c o r d 
12- in . f r o m sur face to 160 ft. 
8 - in . f r o m 160 to 300 ft. 
Cas ing R e c o r d 
15- in . f r o m sur face to 10 ft. 
12 - in . f r o m su r face to 59 ft. 3 in . 
8 - in . f rom su r face to 161 ft. 4 in . 
The d r i l l e r r e p o r t e d a p roduc t ion t e s t i m -
m e d i a t e l y af ter comple t i on . After pumping 9 h r . 
at 203 g p m . , the drawdown was 55 ft. f r o m a n o n -
pumping w a t e r l eve l of 30 ft. 
Ana lys i s of a s a m p l e (Lab . No. 112,797) c o l -
lec ted D e c . 3 , 1947 af ter 9 - h r . pumping a t 203 
g p m . showed t h i s w a t e r to have a h a r d n e s s of 
17.7 g r . pe r g a l . , a r e s i d u e of 310 ppm. , and an 
i r o n content of 1.1 p p m . 
P u m p a g e i s e s t i m a t e d to a v e r a g e 20,000 gpd. 
LABORATORY NO. 112,797 
I l l inois State Water Survey - Bul le t in No. 40 
A publ ic w a t e r supply was i n s t a l l e d by the v i l -
lage of Stockton (1440) in 1898. 
The f i r s t we l l w a s c o n s t r u c t e d in 1898 in the 
s o u t h e r n p a r t of the v i l lage (or a p p r o x i m a t e l y 
1700 ft. N. and 1000 ft. W. of the S. E. c o r n e r of 
Sect ion 1 1 , T. 27 N. , R. 4 E . ) . 
Ground sur face e leva t ion a t the wel l s i te i s 
1000± ft. The we l l w a s equipped with a Keys tone 
D r i l l e r C o . p u m p with a 7 3 / 4 - i n . cy l inder and 
18- in . s t r o k e . The cy l inde r was set a t a depth 
of 300 ft. wi th 26 ft. of suct ion pipe a t t a ch ed . 
The wel l was r e p a i r e d by the J . P . Mi l l e r A r -
t e s i a n Wel l C o . , Brookf ie ld , in 1908-1909. The 
company r e p o r t e d tha t the wel l was r e a m e d to 12 
in . in d i a m e t e r to a depth of 300 ft., and below 
300 ft. the hole was 8 1/4 in . in d i a m e t e r . T h r e e 
hundred ft. of 6 - in . cas ing w a s p laced with the 
bo t tom at a depth of 617 ft . , and 154 ft. of 5- in . 
ca s ing was p l aced with the bo t t om at a depth of 
723 ft. The we l l caved badly at a depth of 1440 
ft. 
After r e p a i r s w e r e comple ted , w a t e r w a s 
pumped at a r a t e of 150 gpm. Dur ing the sp r ing 
of 1923, the v i l lage w a t e r supply was s u p p l e -
m e n t e d by a we l l l e a s e d f rom the Chicago G r e a t 
W e s t e r n R. R. and loca ted on the n o r t h e r l y s ide 
of the t r a c k s about 300 ft. n o r t h w e s t of the v i l -
lage we l l . The r a i l r o a d wel l was 1528 ft. deep 
and equipped with a Keys tone D r i l l e r C o . d o u b l e -
s t r o k e deep wel l pump with a 5 3 / 4 - i n . cy l inde r 
and 18- in . s t r o k e . The cy l inder was a t t ached to 
340 ft. of 6- in . co lumn p ipe . In Oct . 1923 the 2 
w e l l s p roduced 160 gpm. , and the r a i l r o a d we l l , 
opera t ing a lone , p roduced 85 g p m . 
The v i l lage wel l h a s not been in s e r v i c e d u r -
ing the p a s t 20 y e a r s . Al l pumping equipment 
h a s been r e m o v e d ; and the we l l , pump h o u s e , and 
c o n c r e t e r e s e r v o i r a r e in a s ta te of abandonment . 
The wel l is loca ted in a pit be low the floor of the 
p u m p house and i s a c c e s s i b l e . 
In 1923 a wel l , ca l led the Nor th Wel l , w a s 
d r i l l e d by Gust Wilson, Hayfield, Minn. , in the 
n o r t h w e s t p a r t of the v i l lage (or a p p r o x i m a t e l y 
1500 ft. S. and 2600 ft. W. of the N. E. c o r n e r of 
Sect ion 11). The wel l was d r i l l e d to a depth of 
494 ft. be low a ground su r face e leva t ion of 1055± 
ft. and c a s e d with 12- in . pipe to r o c k at a depth 
of 130 ft. The d r i l l e r r e p o r t e d t ha t sands tone 
w a s encoun te r ed a t 470 ft. , and the non-pumping 
w a t e r l eve l w a s at a depth of 148 ft. The wel l 
p roduced 140 gpm. for a 2 0 - h r . t e s t pe r iod in 
1925. In May 1938 the non-pumping l eve l w a s 
r e p o r t e d to be 236 ft. 
STOCKTON 
Jo D a v i e s s County 
Jan . 1 1 , 1947 
The wel l w a s u s e d as an a u x i l i a r y supply unit 
unt i l May 1944 when the pumping equipment w a s 
r e m o v e d . I t h a s subsequen t ly b e e n abandoned 
and i s capped and sea l ed . 
Another we l l , known as the South Well , a t t he 
pumping s t a t ion , w a s d r i l l e d in 1925 and i s about 
30 ft. sou thwes t of the N o r t h Wel l . The d e p t h 
was m e a s u r e d in 1937 and found to be 462 ft. 
Dur ing c o n s t r u c t i o n , t h i s we l l w a s " s h o t " and 
c leaned , and the Nor th Well w a s " s h o t " but not 
c l eaned a f t e r w a r d . The South Well conta ined 
p a r t of a d r i l l e r ' s b i t , as r e p o r t e d in 1937. 
The South Well was equipped with a 17 - s t age 
F a i r b a n k s - M o r s e tu rb ine p u m p and 420 ft. of 6-
in . co lumn p i p e . I t w a s fitted with a Johnson 
r i g h t ang le d r i v e tu rb ine h e a d , No . 4170. P o w e r 
w a s furn ished by a 6 - c y l i n d e r , 60 -hp . F a i r b a n k s -
M o r s e d i e s e l eng ine , No. 796385. When the we l l 
w a s comple t ed in 1925, the non-pumping w a t e r 
l eve l was r e p o r t e d to be 148 ft. be low the ground 
s u r f a c e . In M a r . 1937 the non-pumping w a t e r 
l eve l was at 210 ft.; and when pumping at a r a t e 
of 160 g p m . , the drawdown was 200 ft. The wel l 
w a s abandoned in A p r . 1938, and the pump w a s 
r e m o v e d , r e p a i r e d , and in s t a l l ed in the Nor th 
Well which had been c l eaned and deepened by 
V a r n e r . The South Well i s capped and s e a l e d . 
Well No. 4 w a s d r i l l e d to a depth of 528 ft. in 
F e b . 1938 by V a r n e r Well Dr i l l i ng C o . , Dubuque, 
Iowa; but when du r ing a p roduc t ion t e s t the d r a w -
down was 154 ft. whi le pumping at 196 g p m . , i t 
w a s dec ided by the v i l lage off ic ia ls to d r i l l d e e p e r . 
The non-pumping w a t e r l eve l w a s r e p o r t e d to be 
119 ft. be low a ground su r face e leva t ion of 1000± 
ft. 
The wel l i s l oca t ed a t the n o r t h e a s t c o r n e r of 
Main and Queen St. (or a p p r o x i m a t e l y 2200 ft. N. 
and 1300 ft. W.of the S. E. c o r n e r of Sec t ion 11). 
In June 1938 the wel l had been deepened by V a r -
n e r to a depth of 1277 ft. 
The wel l was d r i l l e d to a d i a m e t e r of 17 in . 
f r o m the top to 77 ft. and 12 1/2-in. ca s ing w a s 
se t a t t ha t length and g r o u t e d . Below 77 ft. t he 
hole w a s 12 1/2 in . in d i a m e t e r . On May 3 1 , 1938 
the w a t e r l e v e l w a s a t 143 ft.; and af ter 2 - h r . 
pumping at 394 gpm. , the d r a w d o w n w a s 135 ft. 
The w e l l w a s i n cont inuous s e r v i c e a s t h e 
p r i n c i p a l s o u r c e of the publ ic supply f r o m June 
1938 to Sept . 1944 when the pump was pul led due 
to a dec l ine in p roduc t ion to 200 g p m . Ho le s 
w e r e found in some sec t ions of the column p i p e . 
The pump w a s r e p a i r e d , o v e r h a u l e d , and r e -
2 - Stockton 
ins t a l l ed with 46 ft. of addi t ional co lumn pipe in 
Oct . 1944, and the pump a s s e m b l y now c o n s i s t s 
of 370 ft. pf 6 - i n . co lumn p ipe ; 10 - in . , 1 2 - s t a g e 
(bronze i m p e l l e r s ) S te r l ing t u rb ine pump , 'No . S 
2671; 20 ft. of 6- in . suc t ion pipe with 4 ft. of 6-
in . p e r f o r a t e d s t r a i n e r ; 6 0 - h p . G e n e r a l E l e c t r i c 
m o t o r . 
A w a t e r l eve l of 242 ft. 2 in . below the p u m p 
b a s e was r e p o r t e d on Oct . 1 , 1944 af te r the wel l 
had been idle for a pe r iod of 12 h r . 
On Jan . 7, 1946 o b s e r v a t i o n s of w a t e r l eve l s 
below the pump base w e r e m a d e dur ing a 7 1/2-
h r . pe r iod of cont inuous pumping at a u n i f o r m 
r a t e of 320 gpm. The d i s t a n c e to w a t e r be fore 
the t e s t , af ter a 1 2 - h r . idle p e r i o d , w a s 258 ft. 
8 in . The following drawdowns w e r e o b s e r v e d : 
af ter 1 h r . , 72 ft. 7 in . ; a f te r 3 h r . , 73 ft. 5 in . ; 
af ter 6 h r . , 74 ft.; and af ter 7 1/2 h r . , 74 ft. The 
appa ren t speci f ic capac i ty of the we l l w a s about 
4.3 g p m . pe r ft. of d rawdown. 
Ana lys i s of a s a m p l e (Lab . No. 108,628) c o l -
lec ted Dec . 10, 1946 af ter 2 - h r . pumping at 310 
g p m . , showed the w a t e r f rom Well No. 4 to have 
a h a r d n e s s of 18.2 g r . p e r ga l . , a r e s i d u e of 305 
ppm. , and an i r o n content of 0.4 ppm. 
Well No . 5 was d r i l l e d in 1942 by Thorpe 
B r o s . Well Co . , Des Moines , Iowa. The wel l i s 
loca ted on the wes t s ide of Golf Road about m i d -
way be tween the e x t e n s i o n s of High and Co lumbia 
St. (or a p p r o x i m a t e l y 1500 ft. S. and 2600 ft. W. 
of the N. E. c o r n e r of Sect ion 11). 
After the wel l was comple t ed in 1942 the 
d r i l l e r m a d e a pumping t e s t and r e p o r t e d the 
y ie lds as given in Tab le 1 . 
After the t e s t , the w a t e r r o s e to 258 ft. 9 in . 
be low the s u r f a c e and r e m a i n e d a t t h i s l e v e l . 
The hole and ca s ing d i a m e t e r r e c o r d i s : 
Hole R e c o r d 
12- in . f r o m sur face to 523 ft. 
10 - in . f r o m 523 to 860 ft. 
Cas ing R e c o r d 
12- in . f r o m su r f ace to 132 ft. 
10 - in . l iner f rom 523 to 610 ft. 
C o n s i d e r a b l e de lay was e x p e r i e n c i n o b -
ta ining the n e c e s s a r y pumping e q u i p m e , and the 
wel l was not p laced in s e r v i c e un t i l 1544 when 
the following in s t a l l a t i on was m a d e : 400 ft. of 7-
in . od. co lumn p ipe ; 10- in . , 1 1 - s t a g e P o m o n a 
t u rb ine p u m p , No. S. C. 126, r a t e d at a capac i ty 
of 400 g p m . aga in s t 420 ft. of head ; 20 ft. of 7- in . 
od. suc t ion p ipe ; 60-hp . Wes t inghouse e l e c t r i c 
m o t o r . Th i s pumping unit was in s e r v i c e unt i l 
Oc t . 13 , 1946. The following changes in the i n -
s t a l l a t ion a r e to be m a d e : 390 ft. of 7- in . od , 
co lumn p ipe ; 30 ft. of 6- in . i d . co lumn p ipe ; and 
a 10 - in . , 1 4 - s t a g e t u r b i n e pump r a t e d at a c a p a c -
i ty of 340 gpm. aga ins t 420 ft. of h e a d . 
All loca l w a t e r d e m a n d s a r e furn ished by the 
v i l l a g e . 
The a v e r a g e m e t e r e d pumpage for the publ ic 
supply dur ing the p e r i o d f r o m July 1 , 1944 to D e c . 
1, 1946 w a s 304,248 gpd. Dur ing th i s p e r i o d , the 
a v e r a g e m e t e r e d consumpt ion of the Chicago 
G r e a t W e s t e r n R. R. was 147,211 gpd. , and the 
Kraf t F o o d s C o . , 105,551 gpd. which ind ica t e s an 
a v e r a g e pumpage of 51,486 gpd. for r e s i d e n t i a l 
and o t h e r c o m m e r c i a l p u r p o s e s . 
The v i l lage does not have a s a n i t a r y s e w e r 
s y s t e m , but had 450 w a t e r s e r v i c e connec t ions in 
u s e in Nov. 1946. 
LABORATORY NO. 108,628 
Stockton - 3 
S a m p l e - s t u d y log of Well No. 4 furnished by the State Geologica l Survey : 
TABLE 1 
375 g p m . with a drawdown of 99 ft. (3.77 gpm. p e r ft. of drawdown) 
290 g p m . with a d rawdown of 85 ft. (3.41 g p m . p e r ft. of drawdown) 
250 g p m . with a drawdown of 77 ft. (3.25 g p m . p e r ft. of drawdown) 
220 gpm. with a d rawdown of 71 ft. 10 in . (3.06 g p m . pe r ft. of drawdown) 
195 gpm. with a drawdown of 62 ft. 10 in . (3.1 g p m . p e r ft. of drawdown) 
Illinois State Water Survey - Bulletin No. 40 
A public water supply system was placed in 
service by the village of Stone Park (636) in 1944. 
Water is obtained from a well located on the 
west side of 39th Ave. about 150 ft. north of Divi-
sion St. (or approximately 2445 ft. S. and 630 ft. 
E. of the N. W. corner of Section 4, T. 39 N., R. 
12 E.). 
This well was drilled to a depth of 291 ft. by 
W. J. Wentz and completed on Mar. 10, 1942. 
The elevation of the ground surface is 636± ft. 
Correlated dr i l l e r ' s log of well completed in 1942 
furnished by the State Geological Survey: 
The hole and casing diameter record is r e -
ported as follows: 48 ft. of 12-in. casing below 
a point 3 1/2 ft. above the normal ground surface; 
STONE PARK 
Cook County 
June 14, 1946 
12-in. hole to a depth of 216 ft.; 11-in. hole from 
216 ft. to the bottom. 
A test was conducted Mar. 19,-20, 1942. After 
12-hr. pumping at 86 gpm., the drawdown was r e -
ported 13 ft. from a non-pumping water level of 
171.8 ft. below the top of the casing. 
The following pump installation, made in 1942, 
is still in service: 230 ft. of 4 1/2-in. column 
pipe; 7-in., 11-stage American Well Works t u r -
bine pump rated at 100 gpm. against 260 ft. of 
head; the overall length of the pump is 7 ft.; 230 
ft. of air line; 10 ft. of 5-in. suction pipe; 15-hp. 
U. S. e lectr ic motor. The pump base is on 
a concrete block 4 ft. above the level of the pump 
house floor. 
On Nov. 26, 1943, the non-pumping water level 
was 185 ft. 
Analysis of a sample (Lab. No. 106,699) col-
lected June 10, 1946 from a tap on the pump d is -
charge pipe after 3-min. pumping at 100 gpm., 
showed this water to have a hardness of 41.0 gr. 
per gal., a residue of 959 ppm., and an iron con-
tent of 1.3 ppm. This quality of water is not un-
usual for waters from this depth in this vicinity. 
A chlorinator was installed on May 9, 1946. 
The estimated average pumpage in 1945 was 
20,000 gpd. 
LABORATORY NO. 106,699 
Illinois State Water Survey - Bulletin No. 40 
The village of Stonington (1103) installed a 
public water supply in 1906. 
The original source of supply consisted of 2 
wells, drilled in 1906 and located close together 
on the south side of Division St. between Maple 
and Pine St. (or approximately 1350 ft. S. and 
1550 ft. E. of the N. W. corner of Section 27, T. 
14 N., R. 1 W.). The ground surface elevation at 
this location is 580± ft. 
These wells were 6 in. in diameter, 40 ft. 
deep, and each well was equipped with 10 ft. of 
Cook brass screen, having No. 14 slot openings. 
Water was pumped from the wells by means 
of an 8-in. by 36-in. Cook pump rated at 105,000 
gpd. 
It was reported in 1913 that the non-pumping 
water level in the wells was 10-12 ft. below the 
ground surface, and that the pump was operated 
'about 12 hr . per day in winter, and 18 hr . per 
day in summer. 
Analysis of a sample (Lab. No. 37,390) col-
lected June 26, 1917, showed the water to have a 
hardness of 21.4 gr. per gal., a residue of 482 
ppm., and an iron content of 2.5 ppm. 
Another well, similar to the first 2 wells, was 
drilled later . 
In 1922, it was reported that 2 of the 3 wells , 
had been abandoned, and that the third well was 
seldom used. 
A dug well was constructed in 1920, and was 
located about 25 ft. south and 25 ft. east of one 
of the old wells. It is located about 185 ft. south 
of the center of Division St., on the west side of 
the alley between Maple and Pine St. 
This well is 10 ft. square, 48 ft. deep and is 
open at the bottom. The water is reported to come 
from a stratum of gravel 14 ft. thick. 
Water was originally pumped from the well 
by means of a 9-in. by 6-in. by 12-in. Dean 
Brothers steam pump, placed in the well on a 
platform at a depth of 27 ft. The pump was r e -
ported to be operated about 8 hr . per day at 20-
21 spm., giving a discharge of about 110 gpm. 
In 1922, it was reported that the non-pumping 
water level was about 28 ft. below the ground 
surface, and that after 4-days continuous pump-
ing, the drawdown was not more than 4 ft. 
STONINGTON 
Christian County 
Aug. 7, 1948 
Pr ior to 1930, the steam pump was replaced 
by a 3-stage American Well Works turbine pump, 
rated at 200 gpm., driven by a 15-hp. Fairbanks-
Morse electric motor, operating at 1147 rpm. 
This pump is still in place, as an emergency 
unit. 
In 1934, a Fairbanks-Morse turbine pump was 
installed beside the American Well Works pump. 
The new pump was rated at 80 gpm. against 140 
ft. of head. The bottom of the suction pipe is at 
a depth of 44 ft., and the power is furnished by a 
7 1/2-hp. Fairbanks-Morse electric motor, op-
erating at 1730 rpm. 
On Nov. 2, 1934, a production test was made, 
using the newer pump. After 4-hr . pumping, the 
last hr . at a rate of 81 gpm.; the drawdown was 
4.2 ft. from a non-pumping water level of 18.9 
ft. below the floor of the pump house. 
Analysis of a sample (Lab. No. 91,011) col-
lected July 7, 1941, showed the water to have a 
hardness of 19.8 gr. per gal., a residue of 427 
ppm., and an iron content of 2.7 ppm. 
In 1946, two test holes were drilled by Woollen 
Bros . , Wapella. Test Hole No. 1 was located on 
Swim St. between Livergood and Main St. (or ap-
proximately 2120 ft. S. and 540 ft. E. of the N.W. 
corner of Section 27). The hole was 4 in. in 
diameter and 161 ft. deep, and the non-pumping 
water level was reported to be 40 ft. 
Sample-study log of Test Hole No. 1 furnished 
by the State Geological Survey: 
In 1946 and 1947, three wells were drilled by 
Cyrus Stevens, Findlay, and located at the water 
works and on both sides of the alley, south of 
Division St. All 3 wells are in service and are 
2 - Stonington 
equipped with identical Burks jet pumps, Fig. 
53216, and 1 1/2-hp. Wagner electric motors . 
The diameter of the pressure pipe is 1 in. and 
the eductor pipe is 1 1/2 in. Each pump d i s -
charges at a rate of 20 gpm. over the coke tray-
aerator . 
Well No. 1 was completed to a depth of 47 ft. 
in 1946 and is located 35 ft. north and 30 ft. east 
of the dug well. The well was cased with 4-in. 
pipe from the surface to 28 ft. and with 2 1/2-in. 
pipe from the surface to 40 ft. The outer pipe 
was to case off a fine white sand. Six ft. of 2 
1/4-in. Johnson No. 25 well point was placed be-
low the 2 1/2-in. casing. 
The static water level was 28 ft. below the 
ground surface, when the well was completed. 
Well No. 2 was completed to a depth of 48 ft. 
in the summer of 1947 and is located 10 ft. north 
and 6 ft. west of the dug well. The well was cased 
with 2 1/2-in. pipe from the surface to a depth of 
40 ft. and with 6 ft. of Johnson No. 35 well point. 
When the well was completed, the static water 
level was 30 ft. below ground level. 
Well No. 3 was completed to a depth of 38 ft. 
in the summer of 1947 and located 35 ft. north 
and 6 ft. east of the dug well. The well was cased 
with 3-in. pipe from the surface to a depth of 31 
1/2 ft. and with 9 ft. of 2 3/4-in. welded silicon 
b ras s screen, having No. 35 slot openings. When 
the well was completed, the static water level was 
30 ft. below ground level. 
In July 1948, Well No. 3 was in continuous 
service at 20 gpm. Analysis of a sample (Lab. 
No. 115,422) collected July 27, 1948 showed the 
water from Well No. 3 to have a hardness of 22.4 
gr. per gal., a residue of 505 ppm., and an iron 
content of 1.6 ppm. 
All water is aerated, filtered, softened, and 
chlorinated. Analysis of a sample (Lab. No. 
115,509) collected July 27, 1948 showed the treated 
water to have a hardness of 2.2 gr . per gal., a 
mineral content of 498 ppm., and an iron content 
of 0.1 ppm. 
From July 1, to 26, 1948 pumpage was e s t i -
mated to average 69,370 gpd. 
LABORATORY NO. 115,422 
LABORATORY NO. 115,509 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
village of Strawn (199) in 1895. 
Water was obtained from a well located in the 
town hall on the north side of Herman St. (or ap -
proximately 4000 ft. S. and 1100 ft. E. of the N.W. 
corner of Section 3, T. 25 N., R. 7 E.). The well 
was dug to a depth of 40 ft. and a diameter of 9 ft. 
In 1909, due to public opinion against the dug 
well, a well was drilled near the old well and to 
a depth of 45 ft. into sand and gravel. It was 
cased with 6-in. pipe to a depth of 40 ft. below 
which was placed a 5-ft. length of screen made 
from a '6-in. gas pipe and with 1/4-in. holes 
spaced 1/2-in. center to center. The ground 
surface elevation is 770± ft. 
Water was pumped by a Gould 7 by 8-in. 
triplex pump connected to a 7 1/2-hp., 900 rpm. 
electric motor. 
In 1915 the water level was reported to be 20 
ft. below the surface. The well has been capped 
and is not used. 
STRAWN 
Livingston County 
Apr. 28, 1947 
Analysis of a sample (Lab. No. 67045), col-
lected July 29, 1930, showed the water to have a 
hardness of 21.4 gr. per gal.; a mineral content 
of 460.6 ppm., and an iron content of 2.0 ppm. 
In 1933 a new well was drilled by John Bol-
liger, Fairbury, and located about 15 ft. west of 
the pump house or 15 ft. north and 25 ft. west of 
the old well. It is 60 ft. deep and cased with 6-
in. pipe. 
Water is pumped by the Goulds triplex suc-
tion pump,< which was used on the old well. The 
pump is in poor condition, and will probably be 
replaced soon. Power is furnished by a 10-hp., 
865-rpm. General Electric motor. 
Analysis of a sample (Lab. No. 110,082), col-
lected Apr. 28, 1947 after pumping 5 hr . , showed 
the water to have a hardness of 22.2 g r .per gal., 
a residue of 444 ppm., and an iron content of 6.6 
ppm. 
The water is not treated. 
Pumpage is estimated to average 8000 gpd. 
LABORATORY NO. 110,082 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed for the 
village of Stronghurst (691) in 1915. 
A well was drilled on Lot 11, Block 7 (or ap-
proximately 2150 ft. S. and 300 ft. W. of the N.E. 
corner of Section 25, T. 9 N., R. 5 W.). The well 
was 1009 ft. deep below a ground surface eleva-
tion of 675± ft. and was cased with 10-in. pipe 
from 0 to 800 ft. and 8-in. pipe from 800 to 872 
ft. below which the hole was 6 in. in diameter . 
A Keystone Driller Co. plunger pump is in-
stalled with a 5 3/4-in. diameter cylinder and 
18-in. stroke. The cylinder is reported to be set 
at a depth of 172 ft., and the discharge estimated 
at 100 gpm. Power is furnished by a 10-hp., 
1445-rpm. Western Electric motor. In Oct. 1927 
the non-pumping water level could not be mea-
sured, but it was reported to be a little more than 
86 ft. The well is maintained for emergency use 
only, and the pump is operated about once a month. 
Analysis of a sample (Lab. No. 80387) col-
lected Feb. 3, 1934, showed the water to have a 
hardness of 50.3 gr. per gal. , a residue of 2391 
ppm., and an iron content of 0.5 ppm. 
The present water supply is obtained from a 
well located about 1/4 mile south of the village 
limits (or approximately 1100 ft. N. and 25 ft. E. 
of the S.W. corner of Section 30, T. 9 N., R. 4 W.). 
The original drilling was carried on by D.E. 
Edwards, West Branch, Iowa, in Apr. - May 1938. 
The depth of the well was 69 1/2 ft., and a 12-in. 
casing was set from 0 to 45 1/2 ft.; 10-in. slotted 
pipe was set from 33 to 54 ft.; the hole was 10-in. 
diameter below the casing to 63 ft. and an 8-in. 
hole from 63 to 69 1/2 ft. 
Correlated dr i l l e r ' s log of well drilled in 1938 
furnished by the State Geological Survey: 
A production test was made by the State Water 
Survey on June 17 - 18, 1938. The water level 
before the test was 26 ft. below the top of the 12-
in. casing; and after 21-hr. pumping at 61 gpm., 
the drawdown was 6.8 ft. Pumping was performed 
STRONGHURST 
Henderson County 
Oct. 15, 1946 
by a plunger pump operated by the dril l r ig, and 
this equipment failed after 21 hr . The water was 
very turbid all through the test . 
An attempt to make a. 24-hr. test was made 
by the State Water Survey Sept. 14. 1938; but after 
5-hr. pumping at 75 gpm., the discharge became 
very muddy, the pumping rate decreased sharply, 
and the drawdown, which had been fairly con-
stant, began to increase appreciably. Assuming 
that the well was being damaged, the test was 
discontinued. 
The well was sounded and found to be 62 ft. in 
depth instead of the original depth of 69 1/2 ft. It 
was found that the 12-in. casing was virtually 
suspended from a wood clamp left by the dr i l ler . 
The cloudiness in the water was presumed to be 
caused by a loose seating of the 12-in. casing in 
the rock, allowing drift mater ia l to wash into the 
well. Recommendations were made by the State 
Water Survey that pumping be continued until the 
water cleared up, before any additional produc-
tion tests were made. 
A third production test was made by the State 
Water Survey on Sept. 26 - 27, 1938. The water 
level before the test was 24.6 ft. below the top of 
the casing; and after 23-hr. pumping at 62 gpm., 
the drawdown was 11 1/2 ft. The water was clear 
throughout the tes t . 
Although the numerical resul ts in the third 
test indicated that a desired yield of 50 gpm„ 
might be expected, the State Water Survey recom-
mended that the well be reconstructed; and the 
State Department of Health felt considerable doubt 
about continued acceptable quality of the water 
because of the defective construction. 
The well was reconstructed by Ellis Jones, 
Burlington, Iowa, in the latter part of 1938. It 
was cleaned out to the original depth of 69 1/2 ft., 
and the bottom 2 ft. was filled with cement grout 
making the final depth at 67 1/2 ft. 
The original 10-in. casing was removed, and 
a continuous string of 10-in. pipe was installed 
from the top to bottom and rested on the top of 
the plug. The 12-in. casing was not removed, 
but cement grout was placed between the casings 
from the top to the bottom of the 12-in. casing. 
The 10-in. casing was slotted between depths of 
40 and 65 1/2 ft. Two 10-in. holes were drilled 
close beside the well, one to a depth of 37 ft., the 
other to 42 ft. Gravel was placed in the holes and 
tamped with the drill bit. A total of 14 cu. yd. of 
gravel was used. 
2 - Stronghurst 
On Jan. 16-17, 1939 a production test was 
made by the State Water Survey. The water level 
was 25 ft. below the top of the casing before the 
test; and after pumping 24 hr . at 51 gpm., the 
drawdown was 12 1/2 ft. Thirty min. after the 
pump was shut down the water level had raised 
to 28 1/2 ft. The water was clear at all t imes 
except for a few minutes in the latter part of the 
test . 
A test was made by the State Water Survey 
on Apr. 3-4, 1939. The water level before the 
test was 25 ft.; and after pumping 24 hr. , at 42 
gpm., the drawdown was 16 ft. Equilibrium was 
maintained after 12-hr. pumping at a rate of 43 
gpm. Five hr . after the pump was shut down, 
the water level had raised to 26 1/2 ft. 
The following pump assembly, installed in 
Oct. 1939, is in service: 60 ft. of 4-in. column 
pipe; 6-stage Aurora turbine pump, No. 10438, 
rated at 40 gpm. against 51 ft. of head; the over-
all length of the pump is 5 ft.; 60 ft. of air line; 
no suction pipe but a strainer on bottom of pump; 
1 1/2-hp., 1440-rpm. Westinghouse electric 
motor, No. 1-40 W 406. 
Analysis of a sample (Lab. No. 107,985) col-
lected Oct. 13, 1946 after 9-hr. pumping at 43 
gpm., showed this water to have a hardness of 
18.1 gr. per gal., a residue of 333 ppm., and an 
iron content of 2.1 ppm. 
An aera tor , filter, and softener are installed, 
but were not in complete operation in Oct. 1946. 
Pumpage is estimated at 35,000 to 38,000 
gpd. On Oct. 15, 1946 the non-pumping water 
level was reported to be 26 to 28 ft. below the 
ground. 
LABORATORY NO. 107,985 
Illinois State Water Survey - Bulletin No. 40 
The village of Sublette (282) installed a public 
water supply about 1893. 
Water was first obtained from a well drilled 
in 1893 and located across the street from the 
center of the business distr ict . Little water was 
furnished from this supply. 
Water is now secured from a well drilled in 
1898 to a depth of 752 ft. by the J. P. Miller Ar -
tesian Well Co., Brookfield, and located on Penn-
sylvanian St. across the railroad t racks , north 
of the business district (or approximately 350 ft. 
N., and 90 ft. W. of the S. E. corner of Section 9, 
T. 19 N., R. 11 E.). The surface elevation is 
920± ft. 
Correlated dr i l le r ' s log of well drilled in 1898 
furnished by the State Geological Survey: 
SUBLETTE 
Lee County 
Dec. 12, 1947 
The casing record is : 10-in. casing from 
surface to 364 ft.; 6-in. casing from 364 to 443 
ft.; 6-in. hole from 443 to 752 ft. 
In 1920 the non-pumping water level was 220 
ft. In 1936, after the new pump had been installed 
when pumping at 90 gpm., the drawdown was r e -
ported to be 19 ft. from a non-pumping level of 
226 ft. below the top. On Dec. 12, 1947, after 4-
h r . pumping at an estimated rate of 90 gpm., the 
drawdown was 12 ft. from a non-pumping water 
level of 220 ft. 
The existing pump assembly, made in pr. 
1936, is: 250 ft. of 5-in. column pipe; 7 7 / l6- in . , 
11-stage Pomona turbine pump, No. N-768, rated 
at 100 gpm. against 250 ft. of head at 1760 rpm.; 
the overall length of the pump is 5 ft. 10 5/8 in.; 
20 ft. of 5-in. suction pipe; 250 ft. of 1/4-in. air 
line; 15-hp. Westinghouse electric motor, No. 
8105935, operating at 1767 rpm. 
Analysis of a sample (Lab. No. 112,898) col-
lected Dec. 12, 1947 after 4-hr . pumping at 90 
gpm., showed water from this well to have a hard-
ness of 16.0 gr. per gal., a residue of 306 ppm., 
and an iron content of 2.5 ppm. 
Pumpage is estimated to be 30,000 gpd. 
LABORATORY NO. 112,898 
Illinois State Water Survey - Bulletin No. 40 
A private water supply was installed about 
1890 to serve a hotel and several nearby r e s i -
dences. The hotel and well are now owned and 
operated by. Mrs . Katherine Lohrah. 
Water was obtained from a 3-in. well 90 ft. 
deep located on the hotel property about 57 ft. 
north of the center of the Chicago, Burlington, 
and Quincy R. R. and 108 ft. west of Main St. (or 
approximately 2550 ft. S. and 2400 ft. E. of the 
N. W. corner of Section 21, T. 38 N., R. 7 E.). 
The elevation of the ground surface is 727± ft. 
This well was in service until another well was 
drilled at the same site. The older well was 
abandoned because of sand-clogging of the pump. 
The newer well was drilled in 1905 by B. L. 
Palmer & Sons, Aurora, to a depth of 230 ft. and 
a diameter of 4 in. The dr i l ler reported pene-
trating 185 ft. of drift followed by 45 ft. of shale. 
Drilling was stopped at the top of a limestone 
SUGAR GROVE 
Kane County 
Sept. 1, 1947 
formation. 
The well is equipped with a plunger pump 
rated at 6 gpm. and a 3/4-hp. Emerald electr ic 
motor. The top of the well is in a pit about 6 ft. 
below the ground surface below which the cylin-
der was lowered from a 60-ft. setting to a depth 
of 80 ft. in the fall of 1946. 
Analysis of a sample (Lab. No. 111,526) col-
lected Aug. 11, 1947, from a tap in the well pit 
after 6-hr. pumping at 6 gpm., showed this water 
to have a hardness of 7.0 gr. per gal., a residue 
of 371 ppm., and an iron content of 0.4 ppm. 
Estimated pumpage is 5000 gpd. 
The well serves the hotel and 50 services . 
A petition has been circulated for the creation 
of a "Public Water Dis t r ic t ." 
LABORATORY NO. 111,526 
Illinois State Water Survey - Bulletin No. 40 
The city of Sullivan (3101) installed a public 
water supply in 1885. 
No information is available regarding the 
history of the system prior to 1916. The supply 
in 1916 was obtained from three wells. Two of 
these wells were located about 60 ft. apart at the 
water and light station at the southeast corner of 
Water and McClellan St. (or approximately 1200 
ft. N. and 2240 ft. W. of the S. E. corner of Sec-
tion 2, T. 13 N., R. 5 E.) . The ground surface 
elevation is 685± ft. These wells were about 300 
ft. deep, and were reported to obtain their supply 
from a stratum of sandstone. In 1921, it was r e -
ported that the non-pumping water level in one 
of the wells was 100 ft. when the other pump was 
being operated. 
The third well in use in 1916 was located on 
the Rork lot at the southeast corner of Adams and 
Madison St. (or approximately 1450 ft. N. and 300 
ft. W. of the S. E. corner of Section 2). The well 
was reported, in 1916, to be 10 in. in diameter, 
and 79 ft. deep. In 1923, the well was reported 
to be 12 in. in diameter and 90 ft. deep. It is not 
known whether this well is the same as the one 
in use in 1916, as several wells were reported to 
have been drilled and abandoned at this location. 
All three wells have been filled in. 
A well, known as Kersey Well No. 1, was 
drilled in 1916 by Omer Kersey, Sullivan, and 
located at the rear of the city hall on Jefferson 
St. between Madison and North St. (or approxi-
mately 1850 ft. N. and 150 ft. W. of the S. E. 
corner of Section 12). 
This well was 280 ft. in depth below the floor 
of a four-foot pump pit, and was cased with 12-
in. pipe to a depth of 183 ft. 
A production test was made on Oct. 11-12, 
1916. The well yielded 33 gpm. The non-pumping 
water level was 93 ft. below the top of the casing. 
After pumping for 9 1/2 hr . , the water level in 
Kersey Well No. 2, located about 350 ft. south-
west ,was lowered 6 ft. from a non-pumping water 
level of 99 ft. below the ground surface. 
In 1924, it was reported that the pump was 
driven by a 7 1/2-hp. electric motor, and was 
operated 16-18 hr . per day. This well has been 
filled in. 
Analysis of a sample (Lab. No. 35,520) col-
lected Oct. 12, 1916, showed the water to have a 
hardness of 14.9 gr. per gal., a residue of 1080 
SULLIVAN 
Moultrie County 
July 5, 1948 
ppm., and an iron content of 6.5 ppm. 
The well, called Kersey Well No. 2, was 
located on the Rork lot. This well was reported 
to have been 270 ft. deep, and cased with 12-in. 
pipe. 
The non-pumping water level in 1916 was r e -
ported to be 99 ft. below the ground surface. 
It is not known whether this well was ever 
used. 
A well known as the Jackson St. Well was 
drilled about 1919, and located at the southwest 
corner of the intersection of Jackson and L e -
banon St. (or approximately 2550 ft. N. and 700 
ft. E. of the S. W. corner of Section 1). The ground 
surface elevation is 650± ft. This well was 10 in. 
in diameter and 260-270 ft. deep. It has been 
filled in. 
A well, leased by the city, was located on the 
Powers lot, north of the Illinois Central R. R. 
and west of Hamilton St. (o.r approximately 950 
ft. N. and 1600 ft. W. of the S. E. corner of Sec-
tion 2). 
This well was 90 ft. deep, and was equipped 
with a 5-in. by 20-in. deep-well pump. In 1924, 
i twas reported that the pump was operated 24 hr . 
per day and the well was reported to produce 
about 18,000 gpd. 
All of the preceding wells were abandoned 
about 1926. 
In 1925, Layne-Bowler Co., Chicago, drilled 
five test wells about 2.6 miles south of the Court 
House. Two permanent wells were then com-
pleted, and are known as the North Well and the 
South Well. 
The North Well is located about 100 ft. from 
Test Well No. 1 (or approximately 700 ft. S. and 
1800 ft. W. of the N. E. corner of Section 23). 
The ground surface elevation is 637± ft. 
The well was drilled to a total depth of 129 ft. 
The hole was drilled 30 in. in diameter, and 
a 24-in. outer casing and an 18-in. inner casing 
were installed with the bottoms at a depth of 70 
ft., and a 45-ft. section of 18-in. screen was a t -
tached to the bottom of the inner casing, placing 
the bottom of the screen at 115 ft. The annular 
spaces between the casings and outside the screen 
were gravel-packed. 
2 - Sullivan 
Correlated dr i l l e r ' s log of the North Well 
furnished by the State Geological Survey: 
The well was tested on Feb. 26, 1926 by the 
State Water Survey. After five-hours pumping 
at an average rate of 584 gpm., the drawdown 
was 43.5 ft. from a non-pumping level of 54.5 ft. 
below the top of the inner casing. 
Another test was made on July 31,1926 by the 
State Water Survey. The well produced 660 gpm. 
with a drawdown of 19 ft. from a non-pumping 
water level of 58 ft. below the pump base plate. 
After the pump had been stopped for three hours 
and eighteen minutes, the water level had r e -
turned to within 0.6 ft. of the non-pumping level. 
The pumping equipment, installed in 1937, 
consists of 90 ft. of 5-in. column pipe; 8-in., 5-
stage,(type 724) Fairbanks-Morse turbine pump, 
No. 29378, rated at 250 gpm.; 10-hp. Fai rbanks-
Morse electr ic motor. 
Analysis of a sample (Lab. No. 115,142) col-
lected June 29,1948, after continuous pumping at 
200 gpm. showed the water to have a hardness of 
19.6 gr. per gal., a residue of 349 ppm., and an 
iron content of 3.2 ppm. 
The South Well is located 500 ft. south and 153 
ft. west of the North Well. 
The well is 120 ft. deep and is of the gravel -
pack type, with 24-in. outer casing and 18-in. 
inner casing. A 45-ft. section of screen was in-
stalled with the bottom at a depth of 120 ft. 
The non-pumping water level on Feb. 26, 1926 
was 55.75 ft. below the top of the outer casing. On 
July 31, 1926, after the pumps in both wells had 
been idle for more than three hours, the water 
level was 58.7 ft. below the pump base plate. 
The pumping installation, made in 1937, is 
identical with the installation made in the North 
Well. Each pump is now estimated to discharge 
200 gpm. to the aerator . 
Analysis of a sample (Lab. No. 80,351) col-
lected Feb. 5, 1934, showed the water to have a 
hardness of 19.3 gr. per gal., a residue of 380 
ppm., and an iron content of 2.6 ppm. 
The water is aerated, softened and chlorin-
ated. Analysis of a sample (Lab. No. 115,184) 
collected June 29, 1948 showed the treated water 
to have a hardness of 7.4 gr. per gal., a mineral 
content of 156 ppm., and an iron content of 0.22 
ppm. 
From June 1 to 29, 1948 pumpage was es t i -
mated to average 407,325 gpd. 
LABORATORY NO. 115,142 
LABORATORY NO. 115,184 
Illinois State Water Survey - Bulletin No. 40 
Water works were first installed by the city 
of Sycamore (4702) about 1888. 
The source of the public supply until 1903 was 
from a group of tubular wells drilled in the north-
ern part of the city from which water flowed into 
a collecting reservoir . Six of these wells were 
drilled to a depth of 65 ft. from the bottom of the 
rese rvo i r . The center of the reservoir was lo-
cated about 100 ft. south of the Chicago Great 
Western R. R. main track and 280 ft. east of the 
center of N. Locust St. (approximately 1020 ft. 
S. and 370 ft. W. of the N. E. corner of Section 
32, T. 41 N., R. 5 E.). Six other shallow wells 
were drilled along the south right-of-way of the 
Chicago Great Western R. R. from the reservoi r 
to a distance of about 2000 ft. east of the r e s e r -
voir. Water flowed by gravity to the reservoi r . 
The reservoir and the wells were held for 
emergency purposes until about 1907. The 
reservoir was subsequently filled, and all of the 
wells were abandoned and are now obliterated. 
In 1903 the city of Sycamore contracted with 
the Central Illinois Light Co. to supply the city 
with water from deep rock wells. The wells and 
pumping equipment are owned by the company 
and the city owns and maintains the distribution 
system. The company now owns 4 wells from 
which the city obtains its water supply. 
The 2 original wells, now called No. 1 and No. 
2, are housed in the old pumping station, located 
about 100 ft. north of W. Elm St. and 110 ft. east 
of S. Maple St. (approximately 2550 ft. S. and 1600 
ft. W. of the N. E. corner of Section 32). They 
are spaced about 18 ft. apart and were drilled by 
the J. P. Miller Artesian Well Co., Brookfield. 
The elevation of the ground surface is 870± ft. 
Well No. 1, the north well, was drilled to a 
depth of 902 ft. in 1902. It is reported cased 
with 12-in. pipe from the surface to a depth of 
208 ft., 10-in. pipe between depths of 205 and 226 
ft., and 8 1/4-in. pipe between depths of 226 and 
23 7.4 ft. The well was drilled as a 12-in. hole 
to a depth of 226 ft., 10-in. hole between depths 
of 226 and 237.4 ft., followed by a 8 3 / l6- in . 
hole to the bottom. 
On June 17, 1930, the non-pumping water 
level was 43 ft. below the surface and on Apr. 4, 
1940 the same non-pumping water level was r e -
ported, and on the same date when pumping in 
Wells 1 and 2 at rates of 175 and 625 gpm. r e -
spectively, the drawdown in Well No. 1 was 7 1/2 
ft. after 1-hr. simultaneous pumping. 
SYCAMORE 
DeKalb County 
Oct. 13, 1947 
The existing pump installation, made in 1940, 
is : 100 ft. of 7-in. od. column pipe; 10-in., 7-
stage Pomona turbine pump having a Worthington 
pump head and a rated capacity of 600 gpm. 
against 200 ft. of head; 100 ft. of 1/4-in. copper 
tubing air line; 50-hp. General Electric motor. 
In Aug. 1947 the non-pumping water level was 
53 ft. below the pump base. On Sept. 19, 1947, 
after 4-hr . pumping at 500 gpm. (pump in Well 
No. 2 idle) the water level was 59 1/2 ft. below 
the pump base. 
Analysis of a sample (Lab. No. 111,946) col-
lected Sept. 19, 1947 after 4-hr . pumping at 560 
gpm., showed this water to have a hardness of 
19.7 gr. per gal., a total mineral content of 362 
ppm., and an iron content of 2.2 ppm. 
This well is the principal source of the public 
supply, and pumping time averaged 20 hr . daily 
during July, Aug., and the greater part of Sept. 
1947. 
Well No. 2, the south well, was drilled to a 
depth of 907 ft. in 1907. The dr i l le rs log, hole 
size and casing record are not available. The 
company records show a production of 600 gpm. 
on Oct. 8, 1929 with a drawdown of 16.2 ft. be-
low a non-pumping water level of 44 ft. below the 
surface. 
The existing pump installation is reported as: 
130 ft. of 6-in. column pipe; 8-in., 12-stage 
Worthington turbine pump with a 12-in., 2-stage 
booster unit near the top; 20 ft. of 6-in. suction 
pipe; 75-hp. General Electric motor. This pump-
ing unit delivers about 625 gpm. It is operated 
for short intervals about every 2 weeks and main-
tained for emergency purposes. 
The last non-pumping water level observed 
was 44 ft. 5 in. below the pump base on May 2, 
1934. 
Well No. 3 was drilled to a depth of 1002 ft. 
by W. L. Thorne Co., Des Plaines, in 1914, and 
located about 100 ft. south of the Chicago Great 
Western Railroad main t rack and 150 ft. east of 
N. Locust St. (approximately 1100 ft. S. and 500 
ft. W. of the N. E. corner of Section 32). The 
elevation of the ground surface is 840t ft. 
The well is reported cased with 12-in. pipe 
at the top and finished as a 6-in. hole at the bot-
tom. 
After the completion of the well a production 
2 - Sycamore 
of 300 gpm. with a drawdown of 49 ft. was r e -
ported in a short test of several hours. 
Sample-study log of Well No. 3 furnished by the 
State Geological Survey: 
On June 17, 1930 a non-pumping water level 
of 19 ft. below the surface was reported. At that 
time a production of 225 gpm. was obtained when 
pumping with a Glendora triplex plunger pump 
having a cylinder 9 5/8 in. in diameter and 12 ft. 
6 1/4 in. long attached to 110 ft. of drop pipe and 
operating at a stroke of 18 in. 
This well is in service as an auxiliary sup-
ply unit. It is still equipped with the same Glen-
dora triplex plunger pump which is belt driven 
by a 25-hp. General Electric motor. The pump 
is operated about 3 hr . daily during the summer 
months and now delivers 200 gpm. 
A non-pumping water level of 15 ft. below the 
top of the casing in the pit, or 21 ft. below the 
ground surface was observed in 1947. 
Well No. 4 was drilled to a depth of 1290 ft. 
by the J. P. Miller Artesian Well Co. in 1923-
1924. It is located north of the intersection of 
Harvester St. and the DeKalb branch of the Chi-
cago and North Western Railway (approximately 
1400 ft. N. and 1750 ft. E. of the S. W. corner of 
Section 32). The elevation of the ground surface 
is 855± ft. 
The well was cased with l6- in . od. drive pipe 
from the surface to a seat in the limestone at a 
depth of 213 ft. Below the casing the hole is 15-
in. in diameter to a depth of 550 ft., 12-in. be -
tween depths of 550 and 887 ft., and 10 in. from 
887 ft. to the bottom. 
When the well had reached a depth of 1006 ft. 
a test was made which showed a production of 
250 gpm. 
Upon completion of the well it was tested and 
showed a production of 300 gpm. At this time a 
non-pumping water level of 136 ft.below the su r -
face was reported. 
The existing pump installation, made in 1944, 
i s : 170 ft. of 6-in. column pipe; 10-in., 7-stage 
American Well Works turbine pump, No. 69088, 
rated at a capacity of 600 gpm. against 250 ft. of 
head; 10 ft. of 6-in. suction pipe; 170 ft. of 1/4-
in. galvanized iron air line; 50-hp. U. S. electric 
motor. 
On Aug. 20, 1947 the non-pumping water level 
was 102 ft. below the pump base located in a pit 
about 5 ft. below the ground surface. The pump-
ing water level is below the 170-ft. air line. 
The well is in operation about 12 hr . daily 
during the summer months. 
Analysis of a sample (Lab. No. 111,944) col-
lected Sept. 19, 1947 after 4 -hr . pumping at 407 
gpm., showed this water to have a hardness of 
19.6 gr. per gal., a residue of 352 ppm., and an 
iron content of 1.4 ppm. 
The average combined metered pumpage for 
the period from Jan. 1 to Sept. 1, 1947 was 
630,800 gpd. 
LABORATORY NO. 111,946 
S y c a m o r e - 3 
LABORATORY NO. 111,944 
Illinois State Water Survey - Bulletin No. 40 
The public water supply was installed by the 
village of Tampico (727) about 1912. 
Three wells were located on the north side of 
the pumping station (or approximately 700 ft. N. 
and 500 ft. E. of the S. W. corner of Section 14, 
T. 19 N., R. 6 E.). The wells were spaced in 
triangular arrangement 10 ft. apart , and were 
driven to a depth of about 25 ft. in sand and 
gravel. The elevation of the ground surface is 
545± ft. Each of the wells was cased with 4-in. 
pipe with 6 ft. of No. 8 Cook strainer at the bot-
tom. 
In 1917, the casing of one of the wells was 
broken while being pulled. The well was plugged, 
and a pit was dug at the. bottom of the well. Four 
2-in. wells were driven in the pit. 
In 1919, twelve 2-in. wells, in groups of four, 
were driven by Fred Howland, Tampico, and lo-
cated on the south side of the pumping station. 
Five ft. of screen point was placed in the bottom 
of each well. Every year, the screen point was 
renewed or cleaned. In 1924, the 12 wells driven 
in 1919 were furnishing the entire supply, and the 
old wells on the north side of the station were 
used only in emergency. 
On July 11, 1940, 12 new wells were put in 
service and all of the old wells were abandoned, 
and reported to be plugged. The new wells were 
installed by A. J. Pierson, Manlius, and located 
about 9 ft. apart in an east-west line, 36 ft. south 
of the pumping station. Each well consists of a 
2-in. well point driven to a depth of 30 to 32 ft. 
All wells were originally connected at the top 
to a Fairbanks-Morse duplex pump with 10 ft. of 
TAMPICO 
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5-in. suction pipe. The pump was replaced, prior 
to 1940, by a Westco horizontal turbine-type 
pump, No. BR 715-140435-B1, rated at 160 gpm. 
Power is furnished by a 10-hp. Century electric 
motor, No. 314415. 
The village wells are now connected to 2 
pumps with a 5-in. suction pipe. The Westco 
pump is used for automatic operation. A Gould 
triplex pump, belt-driven by a 15-hp. Wagner 
Electr ic motor is used for manual control. 
In Oct. 1947, A. J. Pierson, Manlius, acid-
ized the wells which were driven in 1940, and 
drove 12 new wells. A new well was driven 4 ft. 
south of each of the old wells. Two-in. driven 
pipes were used with Peer less sand points of un-
known length. All of the new wells were driven 
to a depth of 30 ft. below the ground surface. 
On Nov. 7, 1947 the non-pumping water level 
was 13 to 15 ft. below the ground surface. The 
drawdown was not known but was believed to be 
close to the bottom of the wells. 
Analysis of a sample (Lab. No. 112,513) col-
lected Nov. 7, 1947 after 5-min. pumping, showed 
the water from the wells to have a hardness of 
14.6 gr. per gal., a residue of 334 ppm., and an 
iron content of 0.3 ppm. 
The water is not t reated. 
Pumpage is estimated at 50,000 to 60,000 
gpd. of which approximately 27,000 is used by a 
dairy. 
Pumpage in 1947 was reported to average 
60,000 gpd. 
LABORATORY NO. 112,513 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
city of Taylorville (8313) in 1888. 
Water was first obtained from a dug well, but 
the supply was insufficient and other wells have 
been drilled near the original well, located on 
the pumping station property at Cherokee and 
Vine St. In 1911 and 1912, eight 8-in. wells were 
drilled at this location, each to a depth of 92 ft., 
and these wells were in use until 1923. In 1913, 
the water level was 25 ft. and in 1923, it was 48 
ft. below the top of the well. These wells had 
been abandoned in 1925. 
Analysis of a sample (Lab. No. 42,306) col-
lected Dec. 20, 1919 showed the water to have a 
hardness of 33.0 gr. per gal., a residue of 805 
ppm., and an iron content of 1.21 ppm. 
In 1923, two wells were drilled at the pump-
ing station by Sickel Water Production Co., 
Aurora. The wells were 105 ft. apart and located 
33 ft. west of the Cherokee St. sidewalk. The 
wells were 100 ft. deep below a surface elevation 
of 6l0± ft. and were cased with 18-in. pipe to a 
depth of 80 ft. with 22 ft. of screen below the 
blank pipe. 
In Dec. 1923, the dri l ler made a production 
test of the south well. Before the test , the water 
level was 35 ft. below the ground surface and 
with no other pumps operating, the yield was 800 
gpm. at the s tar t . After 3-hr. pumping, the 
production declined to 300 gpm. 
In 1928, municipal officials became aware of 
a need for an additional water supply, and p r e -
ferred to obtain one of a softer quality. In 1929-
1930, an exhaustive r e s e a r c h w a s carried on by 
the city and cooperated in by the State Water 
Survey and State Geological Survey for the loca-
tion of a 10 mgd. supply for an industry and 
200,000 gpd. for the city. The 10 mgd. supply 
for the industry was not found to be available. 
Well No. 1, North Well, drilled in 1923, was 
repaired by L. R. Burt, Decatur, in 1930. The 
well was equipped with 62 ft. of drop pipe; 17-
in., 2-stage Aurora pump, Type T.M.B., having 
an overall length of 3 ft. 1 in.; 22 ft. of 8-in. 
suction pipe; 25-hp., 1200 rpm. Fairbanks-Morse 
electric motor, No. 117004. 
In 1938, the drawdown was 35 ft. when pump-
ing at 775 gpm. The well was abandoned and 
filled up in 1943. The pump w.as installed later 
in Well No. 7. 
TAYLORVILLE 
Christian County 
Aug. 11, 1948 
Well No. 2, South Well drilled in 1923, was 
reported in 1938 to have been capped and aban-
doned. 
Well No. 3 was drilled to a depth of 100 ft. by 
A. D. Cook in 1929 and located south of the pump-
ing station. The well was cased with 80 ft. of 18-
in. pipe and 20 ft. of screen made up with the 
lower 14 ft. being Cook screen having No. 125 
slot openings, and the upper 6 ft. being Johnson 
screen, having No. 60 slot openings. In 1938, 
when pumping at 800 gpm. the drawdown was 35 
ft. The well was abandoned in Aug. 1940, and the 
pump removed and installed in Well No. 6. 
Well No. 4 was drilled to a depth of 115 ft. by 
L.R. Burt in 1936 and located 10 ft. north and 20 
ft. west of the northwest corner of the pumping 
station, (or approximately 800 ft. S. and 800 ft. 
W. of the N.E. corner of Section 27, T. 13 N., R. 
2 W.). The well was cased with 89 1/2 ft. of 18-
in. pipe and with 25 1/2 ft. of Johnson screen, 
the lower 15 ft. having No. 125 slot openings and 
the upper 10 1/2 ft. having No. 60 slot openings. 
The elevation of the pump house floor is 625.6 ft. 
In 1938, the well was reported to be equipped 
with 74 ft. 7 in. of column pipe; 15-in., 11-stage 
Layne Bowler turbine pump, No. 3880, having an 
overall length of 8 1/2 ft.; 99 ft. 7 in. of air line; 
32 ft. of suction pipe; 75-hp., 1200 rpm. Fai r -
banks-Morse electric motor, No. 15762. 
On June 16, 1938, the non-pumping water 
level was 34 ft. below the pump base. On Aug. 
24, 1944, the water level was 40 ft. and when 
pumping at 600 gpm., the drawdown was 30 ft. In 
the summer of 1945, production from this well 
declined to 265 gpm. Pumping at any higher rate 
would cause the pump to break suction. An acid 
treatment was applied, and the production in-
creased to 610 gpm. with a drawdown of 42 ft. 
from a non-pumping water level of 45 ft. In Jan. 
1948 the production rate had declined to 50 to 65 
gpm. and on Jan. 13, 1948, an acid treatment was 
made. On Jan. 29,. 1948, the water level was 52 
1/2 ft. and after 2-hr. pumping at 570 gpm., the 
drawdown was 36 1/2 ft. 
Analysis of a sample (Lab. No. 115,464) col-
lected Aug. 3, 1948 after 4 1/2-hr. pumping showed 
this water to have a hardness of 43.2 gr. per 
gal., a mineral content of 882 ppm., and an iron 
content of 3.0 ppm. 
Well No. 4 is in service as an auxiliary sup-
ply unit. 
2 - Taylorville 
Well No. 5 was drilled to a depth of 119 ft. by 
L.R. Burt in 1937 and located 65 ft. west of Well 
No. 4. The well was cased with 100 ft. of 18-in. 
pipe below which was placed 19 ft. of screen 
made up of 15 ft. of Cook screen with No. 127 
slot openings and 4 ft. of Johnson screen with 
No. 60 slot openings. The elevation of the pump 
house floor is 627.0 ft. The pump base is 8 in. 
above floor level. 
On June 16, 1938, when pumping at 870 gpm., 
the drawdown was 39 ft. On Aug. 24, 1944, the 
water level was 40 ft. and when pumping at 600 
gpm., the drawdown was 40 ft. 
In the summer of 1945, three acid treatments 
were applied to this well with little benefit. In 
Aug. 1945, the pump was throttled to 80 lb. d i s -
charge pressure and was reported to produce ap-
proximately 425 gpm. On Apr. 1, 1947, two acid 
treatments were applied to the well and 3 p ro -
duction tes t s were made by the State Water Sur-
vey. Before the acid treatment, the non-pumping 
water level was 50 ft. below the pump base and 
after 1-hr. pumping at 72 1/2 gpm., the drawdown 
was 54 1/2 ft. Forty min. after stopping the pump 
the water level was 50 ft. Then 500 gal. of 15% 
HCL with inhibitors was pumped into the well. 
Following the necessary pumping to waste, water 
was pumped at a rate of 150 gpm. with a draw-
down of 60 ft. Then 1500 gal. of acid was pumped 
into the well, after which water was pumped from 
the well at 277 gpm. for 1 hr . , with a drawdown 
of 54 ft. Seven min. after stopping the pump, the 
water level returned to 50 ft., the original level 
before the t es t . 
The existing pump assembly, installed after 
Apr. 1, 1947, consists of 80 ft. of 5-in. column 
pipe; 5-stage Pomona turbine pump No. SH-1146 
rated at 275 gpm.; 106 ft. 8 in. of 1/4-in. air line; 
21 1/2 ft. of 5-in. suction pipe; 15-hp. electr ic 
motor. 
On Jan. 29, 1948, the non-pumping water level 
was 46 ft. 8 in. below the pump base and the draw-
down was 27 1/2 ft. when pumping at an unknown 
ra te . In May 1948, the water level was 47 ft. 8 
in. after a 10-day idle period. On July 31, 1948, 
after 45-min. pumping at 250 gpm., the water 
level was 77 ft. 8 in. below the pump base. Pumps 
in Well No. 8, about 230 ft. west and Well No. 6 
about 110 ft. east were operating at the t ime. 
Three min. after stopping the pumps in Well No. 
5 and No. 6 but with No. 8 still operating, the 
water level in Well No. 5 recovered to 47 ft. 8 
in., which was the water level in May. On Aug. 
3, 1948 the non-pumping water level in Well No. 
5 was 48 ft. 2 in. after the pump in Well No. 4, 
about 65 ft. east , had been in operation 4 1/2 hr . 
and pumps No. 6 and 8 were idle. 
Well No. 5 is in active service, and is operated 
10-12 h r . daily in summer. 
Analysis of a sample (Lab. No. 115,462) col-
lected Aug. 2, 1948 after 45-min. pumping showed 
this water to have a hardness of 36.3 gr. per 
gal., a mineral content of 716 ppm., and an iron 
content of 1.8 ppm. 
Well No. 6 was drilled in 1940 to a depth of 
110 ft. by L. R. Burt and located 10 ft. north and 
15 ft. west of the northeast corner of the pump-
ing station. The elevation of the pump house 
floor is 623.9 ft. 
Correlated dr i l le r ' s log of Well No. 6furnished 
by the State Geological Survey: 
The well was cased with 84 1/2 ft. of 12-in. 
id. pipe and 27 ft. of 12-in. Johnson screen made 
up with No. 125 slot openings in the lower 15 ft., 
No. 80 slot openings in the next 5 ft., and No. 60 
slots in the top 5 ft. 
The pump assembly is the one removed from 
Well No. 3 and consists of 80 ft. of 7-in. column 
pipe; 3-stage Pomona turbine pump, No. G-8729, 
rated at 600 gpm. at 1750 rpm.; the length of the 
pump is 3 ft.; 24 ft. of suction pipe; 80 ft. of 1/4-
in. air line; 15-hp. Westinghouse electric motor, 
No. 8030174. The air line is defective. 
In Aug. 1940, the non-pumping water level 
was 40 ft. and after 1/2-hr. pumping at 900 gpm., 
the drawdown was 14 ft. On Aug. 24, 1944, the 
water level was about 40 ft. and when pumping at 
600 gpm., the drawdown was 20 ft. In Feb. 1947 
when pumping at 265 gpm. the drawdown was 27 
ft. from a water level of 50 ft. 
Well No. 6 is in active service and is operated 
simultaneously with Well No. 5. 
Analysis of a sample (Lab. No. 115,463) col-
lected Aug. 2, 1948 after 30-min. pumping showed 
this water to have a hardness of 53.0 gr. per 
gal., a residue of 1238 ppm., and an iron content 
of 2.8 ppm. 
Well No. 7 was drilled to a depth of 128 ft. in 
1943 by L. R. Burt, and located in the northwest 
corner of the water works property. The well 
was cased with 18-in. pipe from 5 to 98 ft. and 
with 32 ft. of Johnson brass wire-wound screen, 
with 30 ft. "exposed, the lower 20 ft. with No. 125 
slot openings and the upper 10 ft. with No. 100 
slots. 
The pump assembly, installed in Aug. 1944, 
after removal from Well No. 1, consisted of 96 
ft. of 8-in. column pipe; 12-in., 2-stage Aurora 
pump; 22 ft. of 8-in. suction pipe; 96 ft. of air 
line. 
After completion of the well, the static water 
level was 49 ft. below the pump house floor e le -
vation of 629.6 ft. and when pumping at 900 gpm., 
the drawdown was 5 ft. In Aug. 1945, when pump-
ing at 550 gpm., the drawdown was 6 ft. from a 
non-pumping level of 49 ft. In Feb. 1947, the 
production rate was 264 gpm. and the drawdown 
11 ft. from a non-pumping water level of 50 ft.' 
On Feb. 26, 1947, the city engineer reported 
production ra tes and drawdowns in Wells 4, 5, 6, 
7 and 8. The static level was measured in Well 
No. 4 at 50 ft. and was assumed to be the same in 
the other 4 wells. 
In Dec. 1947, because of excessive pumping 
of sand, the formation caved in around the screen. 
The pump and screen have been removed. On 
Aug. 2, 1948, the depth to water measured 50.4 
ft. from the pump house floor elevation of 629.6 ft. 
Well No. 8 was drilled in 1945 to a depth of 
130 ft. by L. R. Burt, and located 150 ft. west of 
Well No. 7 (or approximately 780 ft. S. and 1100 
ft. W. of the N. E. corner of Section 27). The 
elevation of the top of the well is 630.4 ft. 
The well was cased with 104 ft. of 18-in. od. 
pipe and 28 1/2 ft. overall length of 15-in. John-
son Everdur screen with a 25-ft. exposed length, 
and having No. 187 slot openings. 
The well is equipped with 95 ft. of column 
pipe; 12-in., 4-stage, American Well Works tu r -
bine pump, No. 71712, rated at 600 gpm.; the 
overall length of the pump is 4 1/3 ft.; 28 ft. of 
suction pipe; 50-hp. U. S. electric motor; a 1/4-
in. air line is installed but the length is unknown. 
When the well was completed, the water level 
was 44 ft. below the top of the well. On July 31, 
1948 after 8-hr. pumping at 600 gpm., the a l t i -
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tude gauge read 39 ft. When not pumping, the 
gauge read 50 ft. 
Analysis of a sample (Lab. No. 115,442) col-
lected July 31, 1948 after 8-hr. pumping, showed 
this water to have a hardness of 41.0 gr . per 
gal., a residue of 1019 ppm., and an iron content 
of 2.2 ppm. 
Some tes t holes were drilled in 1947 by Hayes 
and Sims, Champaign. Test Hole No. 7 was 
drilled to a depth of 109 ft. and located 4160 ft. 
N. and 2500 ft. W. of the S. E. corner of Section 
24. 
Analysis of a sample (Lab. No. 113,186) col-
lected Jan. 14, 1948 showed the water from this 
test hole to have a hardness of 11.3 gr. per gal., 
a mineral content of 249 ppm., and an iron content 
of 0.2 ppm. 
Well No. 9 was drilled to a depth of 100 ft. in 
Jan. 1948 by Hayes and Sims and located near 
their Test Hole No. 5 about 115 ft. north and 60 
ft. east of the northeast corner of Ash and Shaw-
nee St. (or approximately 295 ft. N. and 55 ft. E. 
of the S. W. corner of Section 23). The ground 
surface elevation is 618± ft. 
The well was cased with 16-in. pipe from 2 
ft. above to 79 ft. 1 in. below ground level below 
which a 16-in. Johnson Everdur screen was placed 
with the bottom at 101 ft. 5 in. The exposed 
length of screen was 20 ft. with the lower 7 ft. 
having No. 70 slot openings and the upper 13 ft. 
having No. 60 slots. 
The State Water Survey made a production 
test on Mar. 12, 1948 using temporary pumping 
equipment of 60 ft. of 6-in. column pipe and an 
8-stage turbine pump. "Before the tes t , the water 
level was 37.2 ft. below the top of the casing 
(elevation 620 ft.). After 5-hr. pumping at 352 
gpm., the drawdown was 17.1 ft. After 7 1/4-hr. 
pumping at 414 gpm., the drawdown was 22.3 ft. 
Twenty min. after stopping the pump, the water 
level had returned to the original starting level. 
The well is not yet in service. The pump in-
stallation includes an Aurora Pump Co. turbine 
No. 33739 and 30-hp. U. S. electric motor. 
Analysis of a sample (Lab. No. 113,788) col-
lected Mar. 12, 1948, after 7 1/2-hr. pumping 
showed this water to have a hardness of 30.9 gr. 
per gal., a residue of 684 ppm., and an iron con-
tent of 4.7 ppm. 
Total pumpage for the city of Taylorville is 
estimated to average 0.9 mgd. 
4 - Tay lo rv i l l e 
LABORATORY NO. 115,442 
Illinois State Water Survey - Bulletin No. 40 
The village of Teutopolis (806) installed a 
public water supply in 1942. 
The village supply is obtained from a well 
drilled in Jan. 1941 to a depth of 74 ft. by Layne-
Western Co., Chicago, and located at the site of 
Test Hole No. 8 about 250 ft. south of the Penn-
sylvania R.R., and 200 ft. west of the east limits 
of the village (or approximately 800 ft. S. and 200 
ft. W. of the N.E. corner of Section 24, T. 8 N., 
R. 6 E.). The elevation of the ground surface at 
the well site is 603± ft. 
Correlated dr i l l e r ' s log of well drilled in 1941 
furnished by the State Geological Survey: 
The well is cased with 26-in. pipe from 2.5 ft. 
above to 45 ft. below the ground surface, and with 
12-in. pipe from the pump base to 59 ft. and with 
a Layne shutter screen from 59 to 74 ft. The top 
10 ft. of the screen is 12 in. in diameter, and the 
bottom 5 ft. is cone-shaped, with a diameter of 
23 in. at the bottom. The screen has 3 / l6- in . 
slot openings. The annular space between the 
casings and outside the screen was filled with 
selected washed gravel. 
TEUTOPOLIS 
Effingham County 
May 20, 1948 
A production test was made by the State Water 
Survey on Feb. 6, 1941. For test purposes, a 
belt-driven deep-well turbine pump was installed. 
After 10-hr. pumping at 66 gpm. the drawdown 
was 29 ft. The rate was then increased to 160 
gpm. and at the end of the 15-hr. pumping period 
the drawdown was 36.5 ft. from a non-pumping 
water level of 17.5 ft. below the ground surface. 
On May 14, 1948 after a 2-hr. idle period, 
the water level altitude was 18 ft. and after 18-
hr . non-pumping the water level altitude was 23 
1/2 ft. 
The permanent pump is a Fairbanks-Morse 
turbine, No. 12057, and power is furnished by a 
3-hp. electr ic motor. 
Analysis of a sample (Lab. No. 114,726) col-
lected May 14, 1948, after 20-min. pumping at 70 
gpm., showed the water to have a hardness of 
19.1 gr. per gal., a residue of 473 ppm., and an 
iron content of 1.0 ppm. 
The water is aerated, softened and chlorin-
ated. 
Analysis of a sample (Lab. No. 114,786) col-
lected May 14, 1948 showed the treated water to 
have a hardness of 5.3 gr. per gal., a mineral 
content of 268 ppm., and an iron content of 0.36 
ppm. 
F rom May 1, 1947 to May 1, 1948, metered 
pumpage averaged 21,350 gpd. 
F rom Jan. 9, 1942 to May 14, 1948 metered 
pumpage averaged 18,850 gpd. 
LABORATORY NO. 114,726 
2 - Teu topol i s 
LABORATORY NO. 114,786 
I l l ino is Sta te Water Survey - Bul le t in No. 40 
A public wa te r supply w a s ins t a l l ed by the 
v i l lage of Thomson (529) in 1903. 
Water was obtained f r o m a 3 - in . d i a m e t e r 
wel l which was 37 ft. below a ground sur face 
e leva t ion of 600± ft. The top of the wel l was in a 
pi t 5 ft. be low the s u r f a c e ; and a 3- in . d i a m e t e r 
U. S. Wind Engine & P u m p Co . s c r e e n , 5 ft. in 
length , was se t in fine sand . P o w e r was f u r n -
i shed by a 12-hp . k e r o s e n e engine . The wel l w a s 
abandoned soon af ter the second wel l was d r i l l ed 
in 1918. 
An 8 - in . d i a m e t e r wel l w a s d r i l l e d in 1918 by 
M r . Warf ie ld , Savanna, in the s a m e pit s e v e r a l 
feet south of the old w e l l . The new wel l was l o -
cated on M a r k e t St. about 100 ft. e a s t of the C h i -
cago, Milwaukee & St. P a u l R. R. t r a c k s (or a p -
p r o x i m a t e l y 385 ft. N. and 1800 ft. W. of the S.E. 
c o r n e r of Sect ion 24, T. 23 N. , R. 3 E . ) . The 
r a i l r o a d t r a c k s have been r e m o v e d . The wel l i s 
equipped with a F a i r b a n k s - M o r s e t r i p l e x pump 
with 5 by 8-in. cy l inder and p roduced about 96 
gpm. P o w e r i s furnished by a 10 -hp . F a i r b a n k s -
M o r s e gasol ine eng ine . The non-pumping w a t e r 
l eve l in Aug. 1924 w a s 25 ft. be low the s u r f a c e . 
The e n t i r e supply is now obta ined f r o m a wel l 
loca ted 13 ft. nor th of the old 8- in . wel l and 
d r i l l ed in Nov. 1938 by D. E. E d w a r d s , West 
B r a n c h , Iowa. It is loca ted about 22 ft. no r th of 
Walnut St. and 40 ft. wes t of M a r k e t St. (or a p -
p r o x i m a t e l y 385 ft. N. of the c e n t e r of Main St. 
and 290 ft. E. of the cen te r l ine of the Chicago , 
Bur l ing ton & Quincy R. R . ) , and h a s an e leva t ion 
at the sur face of the ground of 600 t ft. 
The wel l i s r e p o r t e d t o have p e n e t r a t e d h a r d -
pan at the b o t t o m , but blue muck flowed into the 
wel l af ter i t was d r i l l e d , which w a s shut off by 
THOMSON 
C a r r o l l County 
J an . 23 , 1947 
backf i l l ing the wel l with g r a v e l . I t h a s a sand 
s c r e e n which h a s not been r e m o v e d for s e v e r a l 
y e a r s . 
The wel l is 6 in . in d i a m e t e r and 60 ft. deep 
and i s equipped with t h e following p u m p i n s t a l l a -
t ion, m a d e in Nov. 1938; 40 ft. of 4 - i n . id . co lumn 
p ipe ; 6 - in . , 14 - s t age P o m o n a t u rb ine p u m p , No. 
S .R . 1381 , r a t e d at a capac i ty of 70 g p m . aga ins t 
a to t a l head of 140 ft.; t he o v e r a l l length of the 
pump is 5 ft. 9 1/4 in . ; 5 -hp . Wes t inghouse e l e c -
t r i c m o t o r . 
The pump d i s c h a r g e s into an e l eva ted s t o r a g e 
tank at the s i t e which h a s a he igh t of 70 ft. at t h e 
b o t t o m . A r e c e n t check of pump p e r f o r m a n c e 
i nd i ca t e s a d e l i v e r y of 82 gpm. to the t ank . 
Ana lys i s of a s a m p l e (Lab . No. 108,673) c o l -
l ec ted D e c . 14, 1946 af ter 1 0 - m i n . pumping at 82 
g p m . , showed the w a t e r to have a h a r d n e s s of 
9.7 g r . p e r g a l . , a r e s i d u e of 233 p p m . , and an 
i r o n content of 0.9 p p m . 
All w a t e r for the public supply h a s been 
ch lo r ina t ed s ince 1945. A c h l o r i n e r e s i d u a l of 
0.3 ppm. i s ma in t a ined a t the pumping s t a t ion . 
T h e r e w e r e 103 s e r v i c e connec t ions in u s e in 
Nov. 1946 of which about 95% w e r e m e t e r e d . All 
but about 25 r e s i d e n c e s a r e connected to the 
publ ic supply . T h e s e r e s i d e n c e s a r e suppl ied 
by p r i v a t e we l l s d r i v e n to dep ths of 18 to 32 ft. 
which a r e 2 in . in d i a m e t e r and have 3-ft . sand 
p o i n t s . 
An e s t i m a t e of the a v e r a g e pumpage in Dec . 
1946 i s 10,000 gpd. The m a x i m u m s u m m e r 
pumpage is e s t i m a t e d to be 15,000 gpd. 
LABORATORY NO. 108,673 
I l l ino i s State Water Survey - Bul le t in No. 40 
A publ ic w a t e r supply w a s i n s t a l l ed by the v i l -
lage of Thorn ton (1101) in 1924. Wate r h a s b e e n 
obta ined f r o m t h r e e l i m e s t o n e we l l s dur ing t h i s 
p e r i o d . 
The f i r s t we l l was d r i l l ed by W. L. Tho rne in 
1923 and is loca ted at the sou theas t c o r n e r of 
Schwab and R a i l r o a d St. (or a p p r o x i m a t e l y 2550 
ft. N. and 2600 ft. E. of the S. W. c o r n e r of S e c -
t ion 34, T. 36 N . , R. 14 E . ) . The e levat ion of the 
ground sur face at the top of the wel l is 617± ft. 
The d r i l l e r r e p o r t e d tha t the wel l was cased 
to a depth of 42.5 ft. with 12- in . pipe below which 
the hole is 10 in . in d i a m e t e r to the bo t tom. The 
depth to w a t e r was 30 ft. and the drawdown w a s 
225 ft. when pumping at a r a t e of 75 gpm. 
In Aug. 1926 w a t e r could be pumped at a r a t e 
of 45 gpm. for not m o r e than 45 or 50 min . b e -
fore d rawing a i r . After a s i m i l a r pe r iod of r e s t , 
pumping could be r e s u m e d for a like p e r i o d , and 
the o p e r a t i o n was continued on t h i s s chedu le . 
The bo t tom of the suc t ion pipe w a s at a depth of 
368 ft. 
The following pump i n s t a l l a t i o n , made in 1935, 
is s t i l l in p lace : 300 ft. of 5 - in . od. wrough t i r o n 
co lumn p ipe ; 8- in . , 17 - s t age P o m o n a t u r b i n e 
pump r a t e d at 125 gpm. a g a i n s t 300 ft. of head ; 
o v e r a l l length of the pump is 8 ft. 9 in . ; 10 ft. of 
5 - in . suct ion p ipe ; 20 -hp . G e n e r a l e l e c t r i c m o t o r . 
This pumping unit could be o p e r a t e d for only 30 
m i n . be fo re b r e a k i n g suc t ion , and the p roduc t ion 
r a t e would dec l ine f r o m 140 to 50 gpm. 
/ In A p r . 1941 a product ion t e s t of t h i s we l l 
. ind ica ted tha t i t s capac i ty was about 35 gpm. 
During the y e a r ending June 30 , 1948 w a t e r 
w a s pumped for s h o r t e r da i ly p e r i o d s and the 
p roduc t ion r a t e s w e r e : 100 g p m . for the f i r s t 30 
m i n . ; 80 gpm. for the f i r s t h r . ; 50 gpm. for t h e 
second h r . 
Dur ing the pe r iod be tween May 1, 1945 and 
Ju ly 1 , 1946, the m e t e r e d pumpage a v e r a g e d 8520 
gpd. and v a r i e d f r o m a win te r m i n i m u m of 5420 
gpd. to a s u m m e r m a x i m u m a v e r a g e of 11,670 
gpd. 
A n a l y s i s of a s ample (Lab . No. 106,966) c o l -
l ec t ed on July 5, 1946 af ter 33 m i n . of cont inuous 
pumping at 100 g p m . , showed t h i s wa te r to have a 
h a r d n e s s of 24.2 g r . p e r g a l . , a to ta l m i n e r a l c o n -
tent of 576 p p m . , and c h a r a c t e r not unusua l for 
l i m e s t o n e w a t e r s i n t h i s v i c in i ty . 
THORNTON 
Cook County 
July 13 , 1946 
A second we l l was d r i l l e d in 1928 to a depth 
of 408 ft. It is located about 50 ft. wes t of Wate r 
St. and 200 ft. south of E l e a n o r St. (or a p p r o x i -
m a t e l y 650 ft. S. and 2350 ft. E. of the N.W. c o r -
n e r of Sect ion 34) . The e leva t ion of the ground 
s u r f a c e a t t h i s loca t ion i s 620 i ft. 
The wel l is r e p o r t e d to be c a s e d to a depth of 
18 ft. with 12 - in . pipe below which the b o r e is 12 
in . in d i a m e t e r in r o c k to the bo t tom of the ho l e . 
After comple t ion on Sept . 1 , 1928, the w a t e r l eve l 
was 76 ft. be low the pump b a s e ; and after p u m p -
ing at 160 g p m . , the w a t e r was lowered 130 ft. 
Dur ing a t e s t in July 1939, a p roduc t ion of 100 
gpm. was r e p o r t e d . In June 1941 the following 
pumping e q u i p m e n t was i n s t a l l ed : 370 ft. of 5 - in . 
od. wrought i r o n co lumn pipe; 8- in . , 2 4 - s t a g e 
P o m o n a t u rb ine pump r a t e d a t 125 g p m . aga ins t 
520 ft. of head; 25 -hp . G e n e r a l E l e c t r i c m o t o r . 
The a i r l ine h a s been r e p o r t e d to end at a depth 
of 370 ft. On July 2, 1946 the p r e s s u r e gage i n -
d ica ted a non-pumping w a t e r a l t i tude of 133 ft. 
and a pumping a l t i tude of 100 ft. af ter 1 h r . of 
pumping at a r a t e of 120 gpm. 
Ana lys i s of a s amp le (Lab . No. 106,967) c o l -
lec ted a t t h a t t i m e , showed the w a t e r to have a 
h a r d n e s s of 39.6 g r . pe r g a l . , a to t a l m i n e r a l 
content of 813 p p m . , and c h a r a c t e r not unusua l 
for l i m e s t o n e w a t e r s i n t h i s v ic in i ty . 
Well No. 3 w a s d r i l l ed in 1943 by Claude E. 
K r a m e r of H a r v e y , I l l i no i s . I t i s located about 
650 ft. n o r t h e a s t of Well No. 2 and 100 ft. w e s t 
of State St . (or a p p r o x i m a t e l y 10 ft. S. and 2500 
ft. E. of the N. W. c o r n e r of Sect ion 34). The 
e l eva t ion of the su r face of the ground is 622± ft. 
The wel l i s 250 ft. deep and i s c a s e d with 8-
in . pipe to l i m e s t o n e at a depth of 25 ft. Below 
t h i s , the hole i s 8 in . in d i a m e t e r to the bo t tom. 
S a m p l e - s t u d y log of Wel l No. 3 fu rn i shed by the 
State Geolog ica l Survey : 
2 - Thorn ton 
After comple t ion , the wel l w a s t e s t e d for s e v -
e r a l h o u r s by pumping at a r a t e of 200 gpm. The 
pumping w a t e r l eve l was 120 ft. below the top of 
the cas ing . 
The following pumping equ ipmen t , i n s t a l l ed 
in 1944, is now in s e r v i c e : 150 ft. of 4 1/2-in. 
od. wrought i r o n co lumn p ipe ; 6- in . , 2 7 - s t a g e 
P o m o n a tu rb ine pump r a t e d a t 150 gpm. aga in s t 
306 ft. of head; 20 ft. of 4 1/2-in. suc t ion p ipe; 
150 ft. of a i r l ine ; 15 -hp . Wes t inghouse e l e c t r i c 
m o t o r . After pumping for 4 h r . at 100 gpm. the 
drawdown w a s 10 ft. f r o m a non-pumping w a t e r 
l eve l of 97 ft. be low the pump b a s e . 
A s a m p l e of w a t e r was co l l ec ted on July 2, 
1946 af ter 2 1/4 h r . of pumping at a r a t e of 93 
gpm. 
A n a l y s i s of a s amp le (Lab . No. 106,968) c o l -
lec ted July 2, 1946 af ter 2 1/4-hr. pumping at 93 
g p m . , showed the w a t e r f r o m t h i s we l l to have a 
h a r d n e s s of 36.0 g r . p e r ga l . , a to ta l m i n e r a l 
content of 741 ppm. , and c h a r a c t e r not unusua l 
for l i m e s t o n e w a t e r s in t h i s v ic in i ty . 
A r e c o r d of m e t e r e d pumpage f r o m May 1, 
1945 to July 1, 1946 shows an a v e r a g e of 48,527 
gpd. and v a r i e s f rom a win te r m i n i m u m a v e r a g e 
of 40,000 gpd. to a s u m m e r m a x i m u m a v e r a g e of 
55,500 gpd. Since 1929 a l l w a t e r for the publ ic 
supply h a s been ch lo r ina t ed . 
LABORATORY NO. 106,966 
LABORATORY NO. 106,967 
T h o r n t o n - 3 
LABORATORY NO. 106,968 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
village of Tinley Park (1136) about 1892, p r i -
marily for fire protection. The initial supply was 
obtained from a 6-in. well, 120 ft. deep, located 
back of the village hall about 60 ft. south of 173rd 
Place and 250 ft. west of Oak Park Ave. (or ap-
proximately 950 ft. N. and 2250 ft. E. of the S.W. 
corner of Section 30, T. 36 N., R. 13 E.). This 
well was abandoned and plugged in 1915, shortly 
after the 915-ft. well was completed. 
A second well was drilled in 1914 to a depth 
of 800 ft. by Mr. Palmer of Blue Island. It was 
not completed to the St. Peter sandstone because 
all of the dril l bits were broken. It is located 
about 35 ft. south of 173rd Place and 190 ft. west 
of Oak Park Ave. (or approximately 975 ft. N. 
and 2310 ft. E. of the S.W. corner of Section 30). 
The ground surface elevation is 702± ft. The well 
is reported to be cased with 12-in. pipe from the 
surface to rock at a depth of 92 ft., below which 
the bore is 10 in. in diameter through the l ime-
stone. An 8-in. liner is installed through the 
shale and the hole is 6 in. in diameter at the 
bottom. 
The well is now equipped with a Deming 
centrifugal pump, rated at 350 gpm. against 116 
ft. of head; 30 ft. of 6-in. suction pipe; 15-hp. 
U . S . electric motor. 
This pumping equipment was installed in 1938, 
and since then this well has been the principal 
source of the public water supply. The non-
pumping water level is 12 ft., and the pumping 
water level is 14 ft. below the ground surface. 
Analysis of a sample (Lab. No. 106,885), col-
lected from a tap at the pump discharge on June 
25, 1946 after 15 min. of pumping at 350 gpm., 
TINLEY PARK 
Cook County 
June 26, 1946 
showed this water to have a hardness of 27.0 gr. 
per gal., a total mineral content of 501 ppm., and 
character not unlike that of water from the upper 
limestone in this vicinity. 
A third well was drilled in 1915 to a depth of 
915 ft. by Mr. Palmer of Blue Island. It is lo-
cated about 200 ft. west of Oak Park Ave. and 25 
ft. south of 173rd Place (or approximately 985 ft. 
N. and 2300 ft. E. of the S.W. corner of Section 
30). 
The elevation of the ground surface is 702± 
ft. This well is reported to have penetrated 
the St. Peter sandstone. It is cased with 12-in. 
pipe from the surface to work at a depth of 92 
ft.; is 10 in. in diameter through the upper l ime-
stone; has an 8-in. liner through the shale; and 
is 6 in. in diameter to the bottom. 
When the well was completed the water was 
10 ft. below the ground surface. During a 3-hr. 
test when pumping at 250 gpm. the water level 
was lowered 1 ft. The depth to water, when not 
pumping in 1918, was reported to be 12 ft., and 
in 1924 it was 16 ft. The well is equipped with a 
Keystone Driller Co. double-acting plunger pump 
with a 7 3/4-in. cylinder and 18-in. s troke. The 
cylinder is placed at a depth of 60 ft. and 6 ft. of 
suction pipe is attached. The pump is operated 
about 3 t imes a week for a period of several 
hours and now delivers about 200 gpm. Samples 
of water collected from this well in 1918 and 1923 
were shown by analysis to be of similar charac-
ter to the water obtained from the 800 ft. well. 
The estimated combined average pumpage is 
84,000 gpd. The water for the public supply is 
not t reated. 
LABORATORY NO. 106,885 
I l l inois State Water Survey - Bul le t in No. 40 
About 1906 the v i l lage of T isk i lwa (920) a c -
q u i r e d con t ro l for publ ic u s e a w a t e r supply 
which h a s been i n s t a l l e d y e a r s be fo re b y the C h i -
cago , Rock Is land , & Pac i f i c R. R. 
Water was obta ined f r o m an impounding 
r e s e r v o i r fed by s p r i n g s and s u r f a c e w a t e r , and 
loca ted about 3 /4 m i l e south of the w e s t e r n l i m i t s 
of the v i l l a g e . In 1911, the w a t e r w a s being used 
for f i re p ro t ec t ion only. Cons ide r ab l e publ ic 
oppos i t ion had a r i s e n b e c a u s e of pos s ib l e c o n -
t a m i n a t i o n of the w a t e r f rom the su r face d r a i n -
age off of a p a s t u r e land w a t e r s h e d . 
Dur ing the s u m m e r of 1911 , W. S. Sh ie lds 
C o . m e a s u r e d the flow f r o m the s p r i n g s and found 
an a v e r a g e flow of about 45,200 gpd. L a t e r a 
c o n c r e t e r e t a in ing wa l l , about 150 ft. long, was 
cons t ruc t ed t o s e p a r a t e the s p r i n g w a t e r f r o m 
the s u r f a c e w a t e r which flowed into the r e s e r v o i r . 
Water was co l lec ted f r o m the s p r i n g s in 2 c o n -
crete , r e s e r v o i r s of 30,000 ga l . capac i ty e a c h . 
The r e s e r v o i r s w e r e a p p r o x i m a t e l y 100 ft. above 
the ground su r face a t t h e v i l l a g e , and w a t e r w a s 
supplied by g r a v i t y flow th rough a 4 - i n . m a i n . 
In 1928, the o r ig ina l r e s e r v o i r w a s n e a r l y fi l led 
with s i l t . 
In 1937 the p r e s s u r e in the d i s t r i b u t i o n s y s -
t e m w a s 4 0 p s i . One l a r g e sp r ing had been r e -
cent ly c leaned out , and the y ie ld w a s m u c h g r e a t -
e r . 
Ana lys i s of a s a m p l e (Lab . No. 81760) c o l -
l ec ted Aug. 12, 1937, f r o m a t a p in a r e s i d e n c e , 
showed th i s w a t e r to have a h a r d n e s s of 329 p p m . , 
a r e s i d u e of 407 p p m . , and a t r a c e of i r o n . 
In 1914, 2 c o n c r e t e t a n k s , 20 ft. in d i a m e t e r 
and effect ive depth of 14 ft., w e r e c o n s t r u c t e d . 
Water f r o m the s p r i n g s flow in to the t a n k s , and 
TISKILWA 
B u r e a u County 
Sep t . 19, 1947 
the w a t e r f r o m the wel l i s pumped into the t a n k s . 
The w a t e r , a s suppl ied t o the d i s t r i bu t ion s y s t e m , 
is t h e r e f o r e a m i x t u r e of s p r i n g and wel l w a t e r . 
In 1940, in o r d e r to augmen t the spr ing s u p -
ply , a we l l w a s d r i l l e d for the v i l l age by H e n r y 
C . A l b r e h c t , Ohio , and loca ted in High St . , e x -
tended about 150 ft. south of South St. (or a p -
p r o x i m a t e l y 750 ft. S. and 1200 ft. E. of the N.W. 
c o r n e r of Sect ion 18, T. 15 N . , R. 9 E . ) . 
The we l l is 92 ft. deep below a ground s u r -
face e l eva t ion of 540± ft. , and is c a s e d with 77 ft. 
of 8- in . pipe and 15 ft. of 6- in . C l a y t o n - M a r k 
E v e r d u r s c r e e n with No. 18 s lo t open ings . 
The pumping equ ipmen t c o n s i s t s of 60 ft. of 
4 - i n . co lumn p ipe ; 8- in . , 1 0 - s t a g e Cook tu rb ine 
p u m p , No. 4376 , r a t e d at 100 g p m . at 266 ft. of 
head ; the length of the p u m p is 71 11/16 in . ; 60 
ft. of 1/4-in. a i r l ine ; 20 ft. of 4 1/2-in. suct ion 
pipe; 10 -hp . U. S . e l e c t r i c m o t o r , 1500 r p m . 
When the pump w a s i n s t a l l e d , the non -pumping 
w a t e r l eve l w a s 32 ft. be low the pump b a s e ; and 
when pumping a t 150 g p m . , the drawdown w a s 16 
ft. 
On D e c . 7 , 1945, the non-pumping w a t e r l eve l 
was 46 ft. be low the pump b a s e , and af te r p u m p -
ing 20 m i n . , the drawdown was 5 ft. 
Ana lys i s of a s amp le (Lab . No. 111,943) c o l -
l ec ted Sept . 19, 1947 a f t e r pumping 25 m i n . , 
showed t h i s w a t e r to have a h a r d n e s s of 20.7 g r . 
p e r g a l . , a r e s i d u e of 455 p p m . , and an i r o n c o n -
t en t of 2.3 p p m . 
To ta l pumpage f r o m the we l l and sp r ing i s 
e s t i m a t e d a t 55,000 gpd. 
LABORATORY NO. 111,943 
Illinois State Water Survey - Bulletin No. 40 
The village of Toledo (852) installed a public 
water supply in 1926. 
A water supply project was started in 1899, 
but an impounding reservoir was used for a num-
ber of years as a source of supply for the Munic-
ipal Light Plant, which was subsequently sold to 
the Central Illinois Public Service Co. and aban-
doned. 
Several test holes were drilled in 1925 in the 
area near the west bank of Cottonwood Creek and 
1/4 mile north of East Main St., extended, State 
Highway No. 121. 
The permanent well was constructed by Fred 
Thorpe, Alton, and was located on the west bank 
of Cottonwood Creek (or approximately 1300 ft. 
N. and 850 ft. E. of the S. W. corner of Section 
29, T. 10 N., R. 9 E.). The ground surface e le -
vation at the well-site is 555± ft. 
Correlated d r i l l e r ' s log of the permanent well 
furnished by the State Geological Survey: 
The well was 20 ft. deep, and was cased with 
8 ft. of 16-in. id. by 22-in. od. solid concrete 
pipe and 12 ft. of same size porous concrete 
screen. 
A production test was made Aug. 17 and 18, 
1925. After pumping at an average rate of 75 
gpm. for 3 hr . the drawdown was 15 ft. from a 
non-pumping water level of 4 1/2 ft. below the 
ground surface. 
The pump installation consisted of a 4 3 /4-
in. by 20-in. Chippewa 2-stroke deep well pump 
driven by a 7-hp. electric motor. 
In 1928, it was reported that the pump was 
operated at 25 spm., with a displacement of 75 
gpm. The well yielded about 60 gpm. After 1-hr. 
pumping, the water level was 11 ft. 8 1/2 in. After 
TOLEDO 
Cumberland County 
June 10, 1948 
the pump had been stopped for 17 1/2 min. the 
water level was 4 ft. 3 in. 
The porous concrete screen became clogged, 
and the well was abandoned shortly after the 
completion of the new well in 1933. The pump 
was removed in May 1947 and the well has been 
capped and sealed. 
Analysis of a sample (Lab. No. 62583) col-
lected Sept. 20, 1928, showed the water to have a 
hardness of 16.2 gr. per gal., a residue of 376 
ppm., and an iron content of 3.2 ppm. 
The New Well was dug in 1933 by Fred Coats, 
Toledo, and is located 50 ft. west of the first well. 
This well is 20 ft. deep below the well curb, 22 ft. 
below the pump base and 18 ft. below normal 
ground level. The lower 10 ft. is cased with an 
8-in. brick wall laid dry, and the upper 10 ft. 
with bricks laid in mortar and water-proofed 
with asphalt. The well is 11-ft. id. and the pump-
ing equipment, installed in May 1947, consists of 
20 ft. of 4-in. column pipe; 3-stage Peer less 
turbine pump, No. 33560; 5-hp. U. S. Electric 
motor. The pump discharge is 125. gpm. at the 
surface. 
The non-pumping water level was 8 ft. in 1941. 
The normal non-pumping level is 10 ft. below the 
curb. In Mar. 1948 the water level was 6 ft. be -
low the curb. In Aug. 1946, after 5-hr. pumping 
at 85 gpm. the drawdown was 7 ft. from a non-
pumping water level of 10 ft. One hr . after 
stopping the pump, the water level recovered all 
but 1 ft. of the drawdown. 
Analysis of a sample (Lab. No. 114,918) col-
lected June 2, 1948 after 4-hr. pumping, showed 
the water to have a hardness of 13.4 gr .per gal., 
a residue of 337 ppm., and an iron content of 2.0 
ppm. 
All water is treated for iron removal, sof-
tened and chlorinated. Analysis of a sample 
(Lab. No. 115,175) collected June 2, 1948 showed 
the treated water to have a hardness of 4.3 gr. 
per gal., a mineral content of 328 ppm., and an 
iron content of 0.17 ppm. 
F rom May 1947 to June 2, 1948 metered 
pumpage averaged 23,045 gpd. 
2 - To ledo 
LABORATORY NO. 114,918 
LABORATORY NO. 115,175 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed about 1895 
by the village of Tolono (876). 
Water was originally obtained from two wells 
drilled in 1895 and located at the water works 
plant on Holden St., east of Bourne St. Well No. 
1, also called South Well, was drilled to a depth 
of 146 ft. and cased with 6-in. pipe to 133 ft. and 
12 ft. of Cook screen having No. 60 slot openings. 
This well contributed to the supply until about 
1934 when it yielded very little water but a large 
amount of gas escaped from the well. Well No. 
1 was abandoned soon thereafter. The well has 
been filled and plugged. The casing was not r e -
moved. 
Well No. 2, also drilled in 1895 to a depth of 
145 ft., was located 20 ft. west of Well No. 1. 
This well yielded a strong flow of gas and was 
abandoned about 1897. Later on, gas from this 
well was being used to heat the diesel engine 
which furnished power for pumping, and sufficient 
gas is now furnished to heat water at the station. 
The casing has not been removed. 
Well No. 3, also called North Well, was drilled 
in 1901 to a depth of 157 1/2 ft. and located 200 
ft. east of Bourne St., 100 ft. north of Holden St. 
and 37 ft. north of Well No. 1. The ground eleva-
tion at the water works is 736± ft. In drilling 
Well No. 3, a gas pocket was encountered at a 
depth of 103 ft. 
Well No. 3 was cased with 8-in. pipe to 145 
1/2 ft. and with 12 ft. of Cook screen, having No. 
60 slot openings. In 1914, the non-pumping water 
level was 40 ft. below ground level and in 1928 
the water level was 70 ft. In July 1934 this well 
was capable of producing at a rate of 49 gpm. 
and was the sole source of supply, although, when 
operating 24 h r . daily, the demand still exceeded 
the supply. The water level on June 19, 1942 
was 80 ft. 
The pumping equipment includes a 6-in. 
Aurora Pump Co. turbine pump, No. 38504, hav-
ing a rated capacity of 100 gpm. against 170 ft. 
of head; 7 1/2-hp. U. S. electr ic motor. The 
pump has been throttled to 90 gpm. to maintain 
a pumping water level of 10 ft. above the bottom 
of the air line. Between May 23 and June 16, 
1948, non-pumping water levels were 64 ft. above 
the bottom of the air line. The pump base is 2 
ft. above the ground surface. 
Since May 22, 1948 Well No. 3 has been the 
sole source of supply. 
TOLONO 
Champaign County 
Dec. 15, 1948 
Analysis of a sample (Lab. No. 116,737) col-
lected Dec. 15, 1948 after 6-hr. pumping showed 
the water from Well No. 3 to have a hardness of 
25.3 gr. per gal., a residue of 736 ppm., and an 
iron content of 5.2 ppm. Methane gas is present 
in the water from these wells in a concentration 
of 9.0-9.5 cu. ft. per 1000 gal. 
Well No. 4 was drilled in July, 1934 by E. W. 
Johnson, Bloomington, and located just outside 
the east wall of the pump station and 15 ft. south-
east of Well No. 3 (or approximately 1900 ft. N. 
and 540 ft. W. of the S. E. corner of Section 26, 
T. 18 N., R. 8 E.). 
. Sample-study log of Well No. 4 furnished by the 
State Geological Survey: 
Well No. 4 was cased to 168 ft. with 10-in. 
pipe and then reduced to 8-in. diameter casing to 
about 178 1/4 ft. below which was 7 ft. 10 in. ex-
posed length of 8-in. Cook screen having No. 40 
slot openings. The bottom of the screen was 186 
1/4 ft. below the surface. The well was equipped 
with a 7-in., 14-stage Sterling turbine pump with 
4-in. column pipe and 8 ft. 11 in. of suction pipe. 
The bottom of the suction pipe was set at 185 ft. 
2 in. 
The dri l ler made a production test, July 1, 
1934, and reported the static level, prior to the 
test , to be 71 ft. 10 in. When operating at 70 
gpm., or more , the pump broke suction, with a 
drawdown of 114t ft. 
In 1938, the yield suddenly stopped and the 
well was subsequently abandoned. The pump was 
removed and installed in Well No. 5. The casing 
and screen are still in the well. 
Analysis of a sample (Lab. No. 74759) col-
lected July 2, 1934 showed this water to have a 
hardness of 13.7 gr . per gal., a residue of 486 
ppm., and an iron content of 1.0 ppm. 
2 - Tolono 
Well No. 5 was drilled in 1937 by L. R. Burt, 
Decatur, and located 40 ft. south and 200 ft. east 
of the intersection of Locust St. and Central Ave. 
(or approximately 1880 ft. S. and 660 ft. E. of 
the N. W. corner of Section 25). Well No. 5 was 
about 1800 ft. northeast of the pumping station. 
The well was fitted with a screen having slot 
openings varying from No. 10 to 60 but, in a test 
by the dr i l ler , the yield did not exceed 25 gpm. 
In 1938, an attempt to develop the well was 
made by Woollen Bros. , Wapella. The 10-in. 
casing and screen were removed and, after the 
lower 15 ft. had been slotted, was reinstalled with 
the bottom set at 185 ft. The slot openings were 
1/8 in. by 18 in. 
A production test was made by the State Water 
Survey on July 25, 1938. Before the test the static 
water level was 76 ft. below the top of the casing. 
After 4 1/2-hr. pumping at 98 gpm., the draw-
down was 62 ft. On June 19, 1942 the non-pumping 
water level was reported to be the same as in 
1938. 
The pumping equipment was removed and r e -
paired in 1940, and now consists of 151 ft. of 4-
in. column pipe; 7-in., 14-stage Sterling turbine 
pump, No. S - 1303, having an overall length of 8 
ft.; 151 ft. of air line; 5 ft. 4 in. of 4-in. suction 
pipe; 15-hp. U. S. electric motor No. 92254. 
Well No. 5 has not been used since Sept. 25, 
1948. The pump discharged fine sand and the 
yield rate decreased to about 25 gpm. 
Analysis of a sample (Lab. No. 109,850) col-
lected Apr. 21, 1947, after 3-hr. pumping showed 
this water to have a hardness of 17.6 gr. per gal., 
a residue of 548 ppm., and an iron content of 1.7 
ppm. 
Two test holes were drilled in Nov. 1941 by 
Woollen Bros. after which Well No. 6 was drilled 
to a depth of 145 ft. and located at the site of the 
second one of the test holes, on the east side of 
Third Ave., 200 ft. north of Locust St. (or ap-
proximately 1560 ft. S. and 50 ft. W. of the N. E. 
corner of Section 26). The well was cased with 
10-in. pipe from 1 1/2 ft. above to 140 1/2 ft. 
below ground level and 6-ft. 9-in. length of John-
son Armco-iron screen having No. 100 slot 
openings. Four feet of the screen was exposed 
to the aquifer and the bottom of the screen was 
set at 145 ft. 
On June 18, 1942, a production test was made 
by the State Water Survey. For test purposes a 
cylinder pump was installed and operated from 
the well r ig . The bottom of the suction pipe was 
142 1/2 ft. below the top of the casing. Before 
the test , the static water level was 77 ft. below 
the top of the casing and after 6-hr. pumping at 
97 gpm. the drawdown was 60 ft. Ten minutes 
after shutdown of the pump the drawdown was 
4.0 ft. and 1 1/2 hr . after shutdown the water 
level was at the original static level. 
Due to organic growth clogging the screen a 
treatment of 500 gal. of 30% hydrochloric acid 
was applied to the well in Mar. 1945. The t r e a t -
ment did not produce the intended result of d i s -
posing of the growth. During the t reatment , an 
evolution of gas from outside the casing occurred 
which was controlled by alternate pumping and 
back-washing of the well. After the gas evolution 
had stopped 2600 lb. of gravel was required to 
back-fill the space around the casing. 
At the time of the acid treatment, the pump-
ing equipment was noted to consist of 130 ft. of 
4-in. column pipe; 7-in., Pomona water-lubricated 
turbine pump having an overall length of 7 ft.; 6 
1/2 ft. of 4-in. suction pipe; 143 ft. of air line. 
After the gas evolution stopped, the water 
was clear, and the pump would operate continu-
ously at 101 gpm.; but, at any higher ra te , would 
break suction. Well No. 6 has not been used since 
Dec. 1947. 
Pumpage is estimated to average 75,000 gpd. 
A water treatment plant is under construction. 
All water will be softened and treated for iron 
removal. 
Tolono - 3 
LABORATORY NO. 116,737 
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A public water supply was installed by the city 
of Toluca (1433) in 1908. 
Water is obtained from a well drilled in 1908 
to a depth of 2000 ft. by J. P. Miller Artesian 
Well Co., Brookfield, and located on Cedar St. 
north of Railroad St. (or approximately 240 ft. N. 
and 2300 ft. E. of the S. W. corner of Section 5, 
T. 29 N., R. 1 E.). The ground surface elevation 
is 705± ft. 
The dri l ler reported that the material pene-
trated in the upper part of the well was principal-
ly limestone and shale. A first vein of salt water 
was noted below shale in limestone between depths 
of 615 and 628 ft. A second vein of salt water 
was noted between depths of 915 and 1095 ft.; 
sand was noted at 935 ft. and shale at 1118 ft. 
Sandstone was noted at 1705 ft. 
The casing record was as follows: 
12-in. casing from 0 to 76 ft. 
10-in. casing from 60 to 310 ft. 
8-in. casing from 297 to 592 ft. 
6-in. casing from 587 to 848 ft. 
Records indicate that the 6-in. casing was 
then placed lower, but that the upper part of it 
was removed; and an 8-in. casing was placed on 
the 6-in. casing up to 139 ft. below the ground 
surface. The well was 6 in. in diameter at the 
bottom. When the drilling reached 1820 ft., the 
water level was 125 ft. below the surface; and 
when completed, the water level was at 165 ft. 
In 1916 the S. B. Geiger Well Co., Chicago, 
cleaned out the well to a depth of 1904 ft. The 
12-in. casing was removed, and the well cased 
with 250 ft. of 8-in. pipe and 600 ft. of 6-in. pipe 
placed as follows: 8-in. casing from 0 to 250 ft.; 
6-in. casing from about 250 to 850 ft. 
On June 17, 1924 a production test was made 
TOLUCA 
Marshall County 
Feb. 23, 1948 
by the State Water Survey. The well was equipped, 
at the t ime, with an air lift with 1 1/4-in. air 
pipe and 3-in. discharge pipe. The non-pumping 
water level was reported to be 147 ft. 4 in. be -
low the top of the casing (18 in. above the ground 
surface). After pumping 13 min. at a rate of 81 
gpm., the drawdown was 21 ft. 10 in.; and after 
1-hr. pumping, the drawdown was 23 ft. 2 in. 
In Jan. 1948 the well was cleaned out to a r e -
ported depth of 1900 ft. by Ira French and Sons, 
Fairbury. The hole was bridged at a depth of 
about 1250 ft. but the bridge was easily removed. 
A production test was made on Feb. 23, 1948 
using State Water Survey calibrated measuring 
equipment. The temporary pumping equipment 
consisted of 210 ft. of 4-in. column pipe; 4-stage 
turbine pump having an overall length of 3 ft.; 
240 ft. of 1/4-in. gi. air line; 30 ft. of 4-in. suc -
tion pipe. The distance from the top of the pump 
base to the bottom of the suction pipe was 243 ft. 
The top of the pump base is 2 ft. above the pump-
house floor. On Feb. 7, 1948, after a 2 1/2-week 
non-pumping period, the water level was 171 ft. 
below the top of the pump base and on Feb. 23, 
after a 3-hr. non-pumping period the water level 
was 176.7 ft. After 2-hr . pumping at a ra te of 
48.8 gpm. the drawdown was 27.3 ft. The rate 
was increased and after 1 1/2-hr. pumping at 105 
gpm. the drawdown was 61.6 ft. 
Analysis of a sample (Lab. No. 108,881) col-
lected Jan. 10, 1947, showed this water to have a 
hardness of 11.7 gr. per gal., a total mineral 
content of 2322 ppm., and an iron content of 4.0 
ppm. The presence of an appreciable proportion 
of water other than from the St. Peter sandstone 
is evident. At various t imes since 1908 the 
chloride content has varied from 480 ppm. to 
1500 ppm. 
Pumpage in 1924 averaged 62,000 gpd. In 
May 1938 pumpage averaged 113,000 gpd., and in 
Dec. 1946 pumpage was estimated at 200,000 gpd. 
LABORATORY NO. 108,881 
I l l inois S ta te Water Survey - Bul le t in No. 40 
A publ ic w a t e r supply was ins t a l l ed by the 
v i l lage of Ton ica (510) in 1934. P r i o r to tha t 
t i m e the v i l lage had a w a t e r s y s t e m which c o n -
s i s t e d of c i s t e r n s s c a t t e r e d about the v i l lage and 
which w e r e i n t e r c o n n e c t e d . 
A we l l was d r i l l e d in 1934 by Guy Kinsey , 
Wenona, and loca ted n e a r the c e n t e r of the v i l lage 
on the e a s t s ide of the I l l inois C e n t r a l R. R. (or 
a p p r o x i m a t e l y 1800 ft. S. and 300 ft. E. of the 
N. W. c o r n e r of Sect ion 25 , T. 32 N. , R. 1 E . ) . 
The g round e l eva t ion i s 660 t ft. 
S a m p l e - s t u d y log of we l l d r i l l e d in 1934 furn ished 
by the State Geologica l Survey : 
The wel l is 250 ft. deep and c a s e d with 6- in . 
b lack s t a n d a r d pipe to a depth of 167 ft. and wi th 
4 1/2- in . p e r f o r a t e d b lack s t a n d a r d pipe f r o m 
167 to 220 ft. The lower 30 ft. of the wel l is u n -
c a s e d . 
I t w a s r e p o r t e d that dur ing d r i l l ing o p e r a t i o n s , 
w a t e r v e i n s w e r e e n c o u n t e r e d a t dep ths of 168, 
200, and 246 ft. 
When the d r i l l ing r e a c h e d a depth of 202 ft., 
a p roduc t ion t e s t was m a d e by the d r i l l e r . The 
s t a t i c w a t e r l eve l was 145 ft. below the top of 
the wel l ; and af ter pumping at a r a t e of 6 gpm. 
for 36 h r . , the drawdown was 35 ft. On May 20, 
1936 with the pump out of the we l l , the d i s t a n c e 
to w a t e r was 130 ft. 
The pump was aga in pulled on J an . 8 , 1937 at 
which t i m e i t was r e p o r t e d tha t the wa te r l eve l 
w a s 132 ft. below the top of the we l l . 
On Oct . 4 , 1937, the pump was again pul led . 
A b lack odorous s ludge was found above the c y l -
i nde r , a r e d s ludge about 4 ft. below the cy l inde r , 
and a g r ay sludge n e a r the bo t tom of the suc t ion 
p ipe . 
On the r e c o m m e n d a t i o n of the State Water 
TONICA 
La Sal le County 
July 22, 1947 
Survey , the we l l was t r e a t e d with a ch lo r ine 
solut ion and a c h a r g e of d r y i ce dumped in the 
wel l to loosen the s ludge and to t r y to fo rce the 
w a t e r out of the top of the we l l . After 2 t r e a t -
m e n t s of ch lo r ine and 2 c h a r g e s of d ry i c e , the 
pump w a s r e p l a c e d . The wel l w a s pumped for 6 
h r . , the overflow going into the s t r e e t g u t t e r . 
The pump was then connected to the d i s t r i bu t ion 
s y s t e m , and the w a t e r pumped into the s y s t e m 
d i r e c t l y . Some sludge i s s t i l l p r e s e n t in the 
we l l , but i t is not of sufficient quant i ty to i n t e r -
f e r e with pumping . 
The pump ins t a l l a t ion c o n s i s t s of 204 ft. of 
2 1/2-in. d r o p p ipe ; 3 1/2-in. A.D. Cook cyl inder 
pump , No. 9 L .S . No. 26 L .S .9 , having a 9- in . 
s t r o k e and r a t e d at 15 gpm. ; 2 ft. length of c y l -
inde r ; 10 ft. ( including s t r a i n e r ) of 1 1/4-in. 
suc t ion p ipe; 3 -hp . , 1720 r p m . Gene ra l E l e c t r i c 
m o t o r . 
The pump o p e r a t e s 24 h r . dai ly . This we l l , 
and a wel l loca ted about 75 ft. no r th and owned by 
the Tonica Milk P r o d u c t s Co . , i n t e r f e r e with each 
o t h e r . 
Ana lys i s of a s a m p l e (Lab. No. 110,700) c o l -
l ec ted June 17, 1947, showed the w a t e r to have a 
h a r d n e s s of 5.5 g r . pe r ga l . , a r e s idue of 431 
p p m . , and an i r o n content of 0.6 ppm. 
In 1943, R u s s e l l G. Al labaugh, S te r l ing , d r i l l e d 
a wel l for the v i l lage c lose to the wa te r t o w e r . 
T h i s we l l w a s d r i l l e d to a depth of 240 ft. A 
s m a l l amount of w a t e r was found at a depth of 30 
ft. , but no m o r e w a t e r was found, and the wel l 
w a s abandoned. 
L a t e r in 1943, M r . Al labaugh d r i l l ed a new 
wel l for the vi l lage in the n o r t h e r n p a r t of town 
wes t of the I l l inois C e n t r a l R. R. (or a p p r o x i -
m a t e l y 700 ft. S. and 50 ft. E. of the N. W. c o r n e r 
of Sect ion 25). The wel l is known as the Nor th 
Well and is 193 ft. deep and c a s e d with 6- in . 
pipe with 11 ft. of s c r e e n at the b o t t o m . The top 
of the wel l is at the e leva t ion of 665± ft. 
The pump is an A. D. Cook, No. 9 L .S . , No. 
1005 L .S .9 , having a 9 - in . s t roke and o p e r a t e d at 
a r a t e of 56 s t r o k e s per m i n . The d i s c h a r g e is 
e s t i m a t e d at 7 gpm. , which is r e p o r t e d to be the 
capac i ty of the we l l . 
Non-pumping w a t e r level i s r e p o r t e d to be 
176± ft. f r o m the top of the we l l . 
This wel l o p e r a t e s 24 h r . dai ly and i s r e -
por ted to i n t e r f e r e with o the r we l l s c lose by . 
2 - Tonica 
Analysis of a sample (Lab. No. 110,701) col-
lected June 17, 1947, showed the water in the 
North Well to have a hardness of 12.0 gr. per 
gal., a residue of 482 ppm., and an iron content 
of 3.3 ppm. 
The water is not treated. 
Total pumpage from village wells is e s t i -
mated at 20,000 gpd. 
The Tonica Milk Products Co. has a well lo -
cated about 100 ft. north of the village South Well. 
This well supplies the water for the company 
plant and produces about 8 to 10 gpm. At present 
the Milk Products Co. uses about 4800 gpd. 
A resistivity survey was made for the village 
in 1938, and in 1945 a further resistivity survey 
was conducted at the request of the Tonica Milk 
Products Co. The last survey was concentrated 
in the sections north of the village. 
In Apr. 1946, C. E. Woodruff, Ottawa, com-
pleted a well on the t rac t of land recently pur -
chased by the Tonica Milk Products Co. and lo-
cated about 1000 ft. W. and 1000 ft. N. of the 
S. E. corner of Section 24). It is about 1 mile 
northeast of Tonica and approximately 100 ft. 
east of the Chicago, Burlington, & Quincy R. R. 
and 265 ft. north of the Tonica-Lowell road. 
The ground elevation is 645i ft. 
This well is 226 ft. deep and is cased with 
6-in. pipe to a depth of 211 ft., below which is a 
15-ft. length of 6-in. Johnson screen with No. 14 
slot openings. In Apr. 1947 water was pumped 
for 5 hr . at a rate of 75 gpm. The drawdown was 
not reported. In June 1947, the non-pumping 
water level was reported to be between 90 and 
100 ft.; and after pumping 1 hr . at 120 gpm. the 
water level was 190 ft. or 22 ft. above the bottom 
of the suction. 
Analysis of a sample (Lab. No. 111,171) col-
lected July 22, 1947 from a tap at the pressure 
tank, showed the water in the new well of the 
Tonica Milk. Products Co. to have a hardness of 
16.2 gr. per gal., a mineral content of 845 ppm., 
and an iron content of 2.4 ppm. 
LABORATORY NO. 110,700 
LABORATORY NO. 110,701 
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A public water supply was installed by the city 
of Toulon (1230) in 1911. 
At that time a well was drilled by W. H. Gray 
& Bros . , Chicago, on North Franklin St. (or ap -
proximately 1225 ft. N. and 1225 ft. E. of the 
S. W. corner of Section 19, T. 13 N., R. 6 E.). 
The well was drilled to a depth of 1445 ft. and 
was 10 in, in diameter to a depth of 201 ft.; 8-in. 
diameter from 201 to 385 ft.; and 6-in. diameter 
for the bottom 1060 ft. The upper 100 ft. was 
cased. The top of the well is 725± ft. 
The well was originally equipped with an 
electrically-driven American deep-well pump 
with a 5 3/4-in. cylinder set at 225 ft. In 1913 
the non-pumping water level was 90 ft. below the 
top of the well. After pumping for 24 hr . at about 
150 gpm., the water was not drawn down below 
the suction. In Sept. 1920 the cylinder was set 
at 240 ft. without any suction pipe attached. The 
non-pumping water level was reported to be 180 
ft., and the pumping rate was about 142 gpm. 
In July 1923, a Harr is air lift pump was in-
stalled, and air was admitted into the well through 
a 2-in. well point, five feet in length and attached 
to 450 ft. of 2-in. pipe. The old American pump 
cylinder was found to be wedged in the casing. 
The pump delivered about 200 gpm. Air was 
supplied by an Ingersoll-Rand Imperial Type 10 
a i r compressor , driven by a 50-hp. Wagner E lec-
t r ic motor. In 1941 the pumpage rate was about 
175 gpm., and the non-pumping water level was 
estimated to be 190 ft. below the surface. 
In 1943 the well was rehabilitated by the 
Varner Well Drilling Co., Dubuque, Iowa. The 
old cylinder was fished out, all old casing r e -
moved, the base hole reamed out, and new casing 
installed. The new hole and casing data are shown 
in Table 1. 
TABLE 1 
Hole Record 
12-in. from 0 to 400 ft. 
10-in. from 400 to 985 ft. 
8-in. from 985 to 1452 ft. 
Casing Record 
10-in. casing from 0 to 400 ft. 
8-in. liner from 755 to 985 ft. 
A production test was made by the State 
Water Survey on Dec. 7, 1943. For test purposes 
TOULON 
Stark County 
Dec. 30, 1946 
the permanent deep-well turbine pump assembly 
was installed and consisted of 250 ft. of 5-in. 
column pipe; 8-in., 10-stage Peer less turbine 
pump having an overall length of 8 ft.; 260 ft. of 
1/8-in. air line; 20 ft. of 5-in. suction pipe; 25-
hp., 1600 rpm. U. S. electric motor. 
Prel iminary to the tes t of Well No. 1, pump-
ing was carr ied on in Well No. 2 for a period of 
two hours and then followed a 20-min. quiet 
period, after which the water level in No. 1 was 
observed to be 192 ft. below the top of the casing. 
Pumping was then started in Well No. 1, and 
after seven hours at a rate of 160 gpm., the water 
was drawn down 51 ft. During the subsequent 
hour, both pumps were operated simultaneously, 
and the drawdown in Well No. 1 was determined 
to be 54 1/2 ft. when pumping at 150 gpm. Dur-
ing the following hour, Well No. 2 was shut down, 
and the drawdown in No. 1 was determined to be 
51 1/2 ft. while pumping at 160 gpm. Pumping 
in Well No. 1 was then stopped, and after a seven-
hour res t period, the water level was 198 ft. or 
6ft. lower than it was before the s tar t of the test . 
Analysis of a sample (Lab. No. 98424) col-
lected Dec. 7, 1943 after 7-hr. pumping at 160 
gpm., showed the water from Well No. 1 to have 
a hardness of 10.4 gr . per gal., a residue of 1253 
ppm., and an iron content of 1.2 ppm. 
Well No. 1 is maintained for emergency use . 
Well No. 2 was drilled in Aug. 1942 by C. W. 
Varner Well Drilling Co. and located 75 ft. east 
of Well No. 1, south and east of the intersection 
of Vine and Franklin St. (or approximately 1230 
ft. N. and 1300 ft. E. of the S. W. corner of Sec-
tion 19). The well was drilled to a depth of 780 
ft. 
With 59 ft. of 18-in. drive pipe and a 16-in. 
casing set from the surface to 382 ft., a produc-
tion test was made by the State Water Survey on 
Aug. 19-20, 1942. Before the tes t , the water 
level was 203.2 ft. below the top of the casing. 
Both before and during the production test , the 
water level in the annular space between the two 
casings was found to be approximately 20 ft. be -
low the top. After 2.8-hr. pumping at 207 gpm., 
the water was drawn down 18.3 ft., and after 21 
1/2-hr. pumping at 316 gpm., the drawdown was 
35.8 ft., which was a decline in the specific 
capacity of the well from 11.9 to 8.83 gpm. per 
foot of drawdown. Considerable H2S was noted. 
Following the production test , an additional 
10-in. diameter casing was placed in the well. 
2 - Toulon 
The comple t e hole and cas ing r e c o r d i s shown in 
Tab le 2 . 
TABLE 2 
Hole R e c o r d 
17 - in . f r o m 0 to 400 ft. 
14 - in . f r o m 400 to 422 ft. 
12 3 / 4 - i n . f r o m 422 to 780 ft. 
Cas ing R e c o r d 
18 - in . od. s t ee l d r ive pipe f r o m 0 to 
59 ft. 
16 - in . od. s t ee l ca s ing f r o m 0 to 382 ft. 
10- in . cas ing f r o m +2 in . above top of 
the 16- in . pipe to 445 ft. 
A shoe was p laced at the bo t t om of the 10- in . 
c a s i n g , and the 10- in . cas ing w a s c e m e n t e d in 
for the e n t i r e 445 ft. A c o n c r e t e b a s e for the pump 
head is buil t f lush with the top of the 10- in . c a s -
ing . 
A second p roduc t ion t e s t was m a d e by the 
State Water Survey on Sept . 10, 1942 at which 
t i m e the s a m e pumping equ ipmen t w a s u s e d as in 
the August t e s t , except that only 250 ft. of co lumn 
pipe and shafting was u s e d . The non-pumping 
w a t e r l eve l w a s checked by an e l e c t r i c d rop l ine 
and o b s e r v e d at 204 ft. below the pump founda-
t ion . At the s a m e t i m e , the non-pumping w a t e r 
l eve l in Well No. 1 was found to be 2 2 /3 ft. 
h i g h e r . The pump in Well No. 2 was o p e r a t e d 
for a pe r i od of 2 1/2 h r . a t 239 gpm. , d rawing the 
w a t e r down 38.7 ft., indicat ing a specif ic capac i ty 
of 6.17 gpm. pe r foot of d rawdown. T h i s w a s 
a p p r o x i m a t e l y 55% of the specif ic capac i ty as 
d e t e r m i n e d in the August t e s t be fo re the 10- in . 
c a s ing w a s i n s t a l l ed . The t e m p e r a t u r e of the 
w a t e r was o b s e r v e d t o b e 0 .2° F . h ighe r t h a n i n 
the August t e s t . T h e s e data pointed to the fact 
t ha t s o m e of the upper w a t e r s had been c a s e d 
out . H2S was not r e p o r t e d to be p r e s e n t a l though 
the w a t e r qua l i ty was v e r y s i m i l a r t o that o b -
ta ined on Aug. 20. 
A n a l y s i s of a s amp le (Lab . No. 94063) of 
w a t e r co l l ec ted Sept. 10, 1942 showed the w a t e r 
to have a h a r d n e s s of 6.5 g r . pe r ga l . , a r e s i d u e 
of 1744 p p m . , and an i r o n content of 0.3 p p m . 
On D e c . 10, 1943 the p roduc t ion r a t e of Well 
No . 2 was checked by the State Water Su rvey , 
and i t was found tha t the pump w a s de l ive r ing 225 
g p m . and lower ing the w a t e r l eve l 19 1/2 ft. The 
speci f ic capac i ty of the wel l w a s ca lcu la ted to be 
11 1/2 g p m . pe r foot of d rawdown, and the w a t e r 
t e m p e r a t u r e was r e co rded a t 59 .4° F . The s e data 
c o m p a r e c lo se ly with the da ta of Aug. 1942. 
A d e s c r i p t i o n of the p u m p ins t a l l a t ion in t h i s 
we l l -has not been m a d e ava i l ab l e . 
Ana lys i s of a s amp le (Lab . No. 108,720) c o l -
lec ted on Dec . 20, 1946 af te r 1 5 - m i n . pumping , 
showed the w a t e r f r o m Well No. 2 to have a h a r d -
n e s s of 7.5 g r . p e r ga l . , a r e s i d u e of 1623 p p m . , 
and an i r o n content of 0.1 ppm. 
P u m p a g e i s e s t i m a t e d a t 110,000 gpd. 
LABORATORY NO. 98424 
Toulon - 3 
D r i l l e r ' s and s a m p l e - s t u d y log of Well No. 2 fu rn i shed by the State Geolog ica l Survey : 
LABORATORY NO. 94063 
LABORATORY NO. 108,720 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
village of Tremont (935) in 1911. 
Well No. 1 was drilled to a depth of 132 ft. in 
1911 and located on Washington St., 100 ft. west 
of Sampson St. (or approximately 1000 ft. S. and 
450 ft. E. of the N.W. corner of Section 19, T. 24 
N., R. 3 W.). The well was double-cased with an 
8-in. outer pipe and a 6-in. inner pipe with a 10-
ft. length of screen in the bottom. The well 
penetrates 4 ft. of a water-bearing stratum. 
During a test yield at the time of completion of 
the well, it was reported that a 4-in. s t ream was 
pumped for 12 hr . with apparently no diminution 
of the supply. The non-pumping water level was 
92 ft. below the ground surface. In 1922 it was 
reported that when pumping in excess of 70 gpm., 
the water level was drawn down to the pump 
cylinder which was placed at the top of the screen. 
In 1922 the water level was reported to be 6 or 7 
ft. above the bottom. The well was repaired in 
1934 by Wm. Roecker, Morton, and is now 
equipped with a Pomona turbine pump, No. N-86, 
rated at 50 gpm. and driven by a 7 1/2-hp. West-
inghouse electr ic motor. 
In 1923 Well No. 2, now known as the East 
Well, was drilled by Mike Ebert , Washington, and 
located 31 ft. east of the old well. This well is 
135 ft. deep, terminating in sand and gravel. A 
water-bearing stratum was encountered at 125 
ft. The well is cased with 8-in. pipe to a depth 
of 125 ft. and 10 ft. of screen is placed in the 
bottom. 
Water was pumped by a Cook double-acting 
deep-well pump with a 5 3/4 in. by 18-in. cylin-
der placed inside the screen. No suction pipe is 
attached. When the well was completed, the non-
pumping water level was 123 ft. 
In 1938 the pump in the East Well was being 
operated about once a week and served only as a 
reserve source, yielding very little water. This 
well was later abandoned. At the time this well 
was abandoned, the West Well was failing. 
In 1939, Well No. 3 was drilled by Chris 
Ebert , Washington, and located in the southeast 
part of the village (or approximately 1200 ft. S. 
and 1400 ft. E. of the N.W. corner of Section 19). 
TREMONT 
Tazewell County 
Mar. 30, 1949 
The well is 133 ft. deep below a ground surface 
elevation of 662± ft. The base of the pump is at 
elevation 663 1/2t ft., or 18 in. above floor of 
pump house. 
The pump assembly is as follows: 125 ft. of 
4 1/2-in. od. column pipe; 6-in., 20-stage Pomona 
Electric Uni-drive pump, No. S.W. 2019, rated at 
100 gpm. against a total head of 250 ft.; the over-
all length of the pump is 8 ft.; 125 ft. of airline; 
8 in. of 4 1/2-in. od. suction pipe; 10-hp. West-
inghouse electr ic motor. 
Analysis of a sample (Lab. No. 109,154), col-
lected Feb. 6, 1947 after the pump had been 
operating 5 hr . , showed the water from Well No. 
3 to have a hardness of 22.4 gr. per gal., a r e s i -
due of 463 ppm., and an iron content of 2.3 ppm. 
Well No. 4 was completed in Mar. 1949 to a 
depth of 154 ft. by Chris Ebert , and located about 
142 ft. south of Well No. 3. The well is cased 
with 10-in. pipe from the surface to 144 ft. and 
with 10-ft. 11-in. Johnson b ras s screen with the 
bottom set at 154 ft. Ten feet of the screen is 
exposed to sand and gravel and the upper 6 ft. of 
the screen has No. 40 slot openings and the lower 
4 ft. has No. 30 slots . 
A production test was made on Mar. 30, 1949 
under the supervision of the State Water Survey. 
During the tes t , several water level observations 
were made in Well No. 3, and no interference 
was observed. Before the test the water level 
was 119.3 ft. below ground level and after 1 1/2-hr. 
pumping at 50.5 gpm. the drawdown was 18.9 ft. 
The pumping rate was then reduced and the pump 
in Well No. 3 was started. After 2 1/2-hr. pump-
ing at a rate of 39.0 gpm. the drawdown was 15.0 
ft. 
Analysis of a sample (Lab. No. 117,690) col-
lected Mar. 30, 1949, after 5 3/4-hr . pumping, 
showed this water to have a hardness of 21.3 gr. 
per gal., a residue of 427 ppm., and an iron con-
tent of 1.5 ppm. 
Well No. 4 was not yet equipped with a pe r -
manent pump. 
Pumpage is estimated to average 105,000 gpd. 
2 - T r e m o n t 
LABORATORY NO. 109,154 
I l l inois State Water Survey - Bul le t in No. 40 
The ci ty of T r e n t o n (1316) ins t a l l ed a public 
w a t e r supply in 1909. 
Old Well No. 1 , a l s o ca l led E a s t Wel l , was 
loca ted at the w a t e r w o r k s 50 ft. no r th and 70 ft. 
e a s t of the i n t e r s e c t i o n of F o u r t h and S y c a m o r e 
St. (or a p p r o x i m a t e l y 2500 ft. S. and 600 ft. E. 
of the N. W. c o r n e r of Sect ion 20, T. 2 N . , R. 5 
W.). The wel l w a s o r ig ina l ly c o n s t r u c t e d about 
1899 as a c i s t e r n 15 ft. in d i a m e t e r and 20 ft. 
d eep . L a t e r the wel l w a s dug 6 ft. in d i a m e t e r 
and 60 ft. deep below the bo t tom of the c i s t e r n . 
F ina l ly an 8- in . hole was b o r e d to to t a l depth of 
235 ft. be low the ground sur face e leva t ion of 
490± ft. S m a l l ho les w e r e m a d e in the cas ing a t 
the b o t t o m of the dug po r t i on , so wa te r f r o m the 
old c i s t e r n and wel l could e n t e r the pump suct ion . 
In 1914, i t was r e p o r t e d tha t the wel l was 
equipped wi th a Cook s t eamhead p u m p . Th i s wel l 
was used chiefly to furn ish w a t e r for s t e a m p u r -
p o s e s , and in 1923, was r e p o r t e d to be s e l d o m 
used . In 1928, the wel l was not u s e d , al though 
pumping equipment w a s s t i l l in the wel l and in 
1938, i t was r e p o r t e d t ha t the dug por t ion of the 
wel l was backf i l led and the cas ing capped with 
c o n c r e t e . 
Old Well No. 2, now ca l led City Well No. 3, 
was d r i l l ed in 1909 to a depth of 237 ft. and l o -
ca ted 8 ft. no r th and 8 ft. e a s t of the n o r t h e a s t 
c o r n e r of F o u r t h and S y c a m o r e St. The wel l was 
r e p o r t e d to be cased with 10- in . pipe to rock a t 
a depth of about 100 ft., and the hole w a s 8- in . in 
d i a m e t e r below tha t depth . 
Water w a s or ig ina l ly pumped by a i r lift, but 
t h i s method was unsucces s fu l . A 2 3 / 4 - i n . , 1 2 -
20- in . v a r i a b l e s t roke Gould s ing l e - ac t i ng d e e p -
wel l pump was ins t a l l ed with the cy l inder se t a t 
a depth of about 230 ft. Power w a s furn ished by 
a 3 -hp . e l e c t r i c m o t o r . Th i s pump h a s a capac i ty 
of 15.4 gpm. when opera t ing with m a x i m u m s t r o k e 
at 30 s p m . In 1923, the pump w a s ope ra t ed 24 
h r . p e r day. The w a t e r l eve l was r e p o r t e d to be 
140 ft. af ter a 3 or 4 - h r . quiet pe r iod and the 
pumping w a t e r level w a s n e a r the bo t tom of the 
we l l . In 1934 the wel l w a s " s h o t " b y C h a r l e s 
Wise , St. L o u i s , Mo. , and the capac i ty was r e -
por ted to have been i n c r e a s e d . In 1938, m o s t of 
the ci ty supply c a m e f r o m th i s we l l . The n o n -
pumping w a t e r l eve l was about 80 ft. below the 
ground s u r f a c e . 
Well No. 3 is in s e r v i c e as an aux i l i a ry s u p -
ply uni t , and is equipped with a Gould p lunger 
pump, F i g . 1454, Size 20, and a 3 -hp . W e s t i n g -
house e l e c t r i c m o t o r . The p u m p i s ope ra t ed a t 
TRENTON 
Cl in ton County 
A p r . 13 , 1948 
a r a t e of 20 s p m . and d i s c h a r g e s about 12 g p m . 
Old Well No . 3 w a s d r i l l e d in 1909 to a depth 
of 237± ft. and was loca ted 8 ft. south and 8 ft. 
e a s t of the sou theas t c o r n e r of F o u r t h and S y c a -
m o r e St. The wel l was c a s e d to r o c k a t a depth 
of about 100 ft., below which the hole w a s 8 in . 
i n d i a m e t e r . 
In 1923, i t was r e p o r t e d tha t the p u m p w a s 
o p e r a t e d 24 h r . p e r day . The non-pumping w a t e r 
l eve l w a s 140 ft., and the pumping w a t e r l eve l 
w a s n e a r the bo t tom of the we l l . 
Old Well No. 4 was d r i l l e d in 1909 to a depth 
of 237± ft. and w a s loca ted 8 ft. south and 75 ft. 
e a s t of the s o u t h e a s t c o r n e r of F o u r t h and Syca -
m o r e St. T h i s wel l was c a s e d to r o c k a t a depth 
of about 100 ft. d e e p , and the hole was 8 in . in 
d i a m e t e r below the c a s i n g . 
The we l l was o r ig ina l ly equipped with an a i r 
l ift , but the connec t ions w e r e r e m o v e d be fo re 
1914, and the wel l h a s not been r e p o r t e d in u s e 
s ince that t i m e . 
Both old Wel l s 3 and 4 have b e e n abandoned, 
and the c a s i n g s capped . 
Ana lys i s of a s a m p l e (Lab . No. 49982) c o l -
lec ted Aug. 23 , 1923, showed w a t e r f r o m the ci ty 
supply to have a h a r d n e s s of 4.1 g r . pe r g a l . , a 
r e s idue of 1050 p p m . and an i r o n content of 0.8 
p p m . 
A we l l , now cal led Ci ty Wel l No. 1 and a l s o 
known as the condense r we l l of the P e v e l y D a i r y 
C o . , was l e a s e d f r o m the T r e n t o n Mil l ing C o . 
about 1938. I t i s loca ted a t the sou thwes t c o r n e r 
of Apple and C o m m e r c i a l St . (or a p p r o x i m a t e l y 
1200 ft. N. and 900 ft. E. of the S.W. c o r n e r of 
Sect ion 20). The wel l was r e p o r t e d to be 242 ft. 
deep and 12- in . d i a m e t e r to the bo t tom. I t w a s , 
a t one t i m e , r e p o r t e d t o have been " s h o t " wi th 
125 lb . of dynami t e . 
The pumping equ ipment , i n s t a l l ed in Dec . 
1947, c o n s i s t s of: 200 ft. of 3 - in . id . c o l u m n 
pipe; 4 - i n . , 11 - s t age Pomona t u r b i n e p u m p , No. 
3702, r a t e d at 50 gpm. aga in s t 210 ft. of head at 
3500 r p m . ; the o v e r a l l length of the pump is 53 
in . ; unknown length of a i r l ine ; 30 ft. of 3 - in . id . 
suct ion p ipe ; 5 -hp . G e n e r a l E l e c t r i c m o t o r . 
The pump is o p e r a t e d cont inuously for 6 days 
a week. 
City Well No . 2 w a s d r i l l ed in 1945 to a depth 
2 - Trenton 
of 245 ft. by Melvin Butler, St. Louis, Mo., and 
located at the east end of Second St. about 100 ft. 
east of Cedar St. (or approximately 1900 ft. N. 
and 2500 ft. E. of the S.W. corner of Section 20). 
The well was cased to rock with 10-in. pipe and 
penetrated 30 ft. of sandstone. 
When the well was completed, water was 
pumped for 10 hr . at a rate of 52 gpm. At the 
end of the pumping period, the drawdown was 60 
ft. from a non-pumping water level of 160 ft. be -
low the top of the casing. 
The existing pump installation, removed from 
City Well No. 3, consists of: 210 ft. of 3 1/2-in. 
od. column pipe; 6-in., 17-stage Pomona turbine 
pump, No. SR 1084, rated at 50 gpm. against 210 
ft. of head; overall length of pump is 85 5/8-in.; 
unknown length of air line; 5-hp. Westinghouse 
electric motor. 
The pump is operated continuously for 6 days 
a week and discharges about 30 gpm. 
Analysis of a sample (Lab. No. 113,938) col-
lected Mar. 24, 1948, while pumping at 30 gpm., 
showed this water to have a hardness of 5.7 gr . 
per gal., a residue of 967 ppm., and an iron con-
tent of 0.1 ppm. 
A well was drilled for the city to a depth of 
244 ft. in Aug. 1947 by Melvin Butler, and located 
300 ft. south and 150 ft. east of City Well No. 2. 
The well was cased with 8-in. pipe. A yield test 
was made with the bailer for a period of about 
30 min. and showed about 17 1/2 gpm. The well 
has not been placed in service. A wooden plug 
has-been driven in the top of the casing. 
There are 300 metered services , including 
Trenton Milling Co. and Monogram Shoe Co. 
Pumpage is estimated to average 75,000 gpd. 
LABORATORY NO. 113,938 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
city of Tuscola (2838) in 1898. The water works 
were sold to a private company in 1899 and are 
now owned by the Illinois Cities Water Co. 
A well drilled in 1898 to a depth of 3017 ft., 
produced about 50 gpm. 
Analysis of a sample (Lab. No. 2931) col-
lected Nov. 10, 1898 showed this water to have a 
hardness of 8.1 gr. per gal., a mineral content 
of 964 ppm., and an iron content of 1.6 ppm. 
In 1904 a surface supply was developed in a 
small creek west and south of town, a tributary 
of the Embar ras s River. In 1912, two wells were 
drilled, one to a depth of 850 ft. and the other to 
a depth of 230 ft. The production from these 
wells was so small that, in 1914, the supply was 
obtained from the old deep well and the creek. 
All three wells were 10-in. diameter and cased 
to rock. In 1898 the water level in the 3017-ft. 
well was 28 ft., and in 1914 was 90 ft. below the 
ground surface elevation of 663± ft. The wells 
were located at the pumping station (or approxi-
mately 2075 ft. S. and 750 ft. E. of the N. W. 
corner of Section 34, T. 16 N., R. 8 E.). 
In 1916, two wells were drilled by Meister 
Bros . , Tuscola, and located near the eastern 
corporation l imits , less than one mile east of the 
pumping station. 
Well No. 1, South Well, was located at the 
northwest corner of McPherson and Daggy St. 
and was 287 ft. deep and cased with 8-in. pipe to 
118 ft. After 1931, Well No. 1 was used as a 
standby unit for several years and has now been 
abandoned. The plunger pump has been removed. 
On July 23, 1946 the water level was e s t i -
mated at 179 ft. 
Well No. 2, North Well, was drilled to a depth 
of 300 ft. and located at the southwest corner of 
McPherson and Wilson St., 130 ft. north and 20 
ft. east of Well No. 1 (or approximately 2180 ft. 
N. and 420 ft. W. of the S. E. corner of Section 
34). The well was cased with 127 ft. 10 in. of 
8-in. pipe. 
On Mar. 19, 1918, after the pump in Well No. 
1 had been operating several hours at 68 gpm;, 
the non-pumping water level in Well No. 2 was 82 
1/4 ft. and 24 minutes after pumping in both wells, 
the drawdown in Well No. 2 was 11.54 ft. Well 
No. 2 was producing 72 gpm. 
TUSCOLA 
Douglas County 
June 26, 1948 
On Aug. 31, 1927 the combined production 
from both wells was 75 gpm. as recorded by 
mete r . The pump in Well No. 1 was operated 
continuously and in Well No. 2 about 3 to 4 hours 
daily. 
In 1945 the pump could not produce more than 
75 gpm. and was throttled to that ra te . On July 
23, 1946 the production rate from Well No. 2 was 
27 gpm. The well was then acidized, after which 
the production was 35 1/2 gpm. The non-pumping 
water level was 91 ft. 
The well was maintained as a standby unit 
until Dec. 1948, when the pump was removed to 
Well No. 5. 
Analysis of a sample (Lab. No. 89981) col-
lected Mar. 5, 1941 showed this water to have a 
hardness of 13.6 gr. per gal., a residue of 353 
ppm., and an iron content of 0.5 ppm. 
Well No. 3 was drilled in 1931 to a depth of 
523 ft. by Geo. Meister and located about 460 ft. 
west of Well No. 1 (or approximately 2030 ft. N. 
and 840 ft. W. of the S. E. corner of Section 34). 
The well was cased with 119 1/2 ft. of 10-in. 
pipe below which the hole 'was 10 in. in diameter 
to the bottom. 
In 1937, when pumping by air lift with 377 ft. 
of 3-in. eductor pipe, the production was 100 gpm. 
On June 7, 1946 a production test was made by 
the State Water Survey. Before the test was 
started, the pump had been operating for some 
t ime. After a 1 1/4-hr. shutdown the water level 
was 193 ft. below the surface. After 2 1/4-hr. 
pumping at a final rate of 73 gpm. the drawdown 
was 121 ft. The drawdown was fairly steady at 
18 ft. when the pumping rate did not exceed 70 
gpm. Unstable water level conditions occurred 
when pumping in excess of 71 gpm. 
The pumping assembly installed in 1942 con-
sists of 300 ft. of 4-in. column pipe; 7-in., 15-
stage Peer l e s s turbine pump, No. 14588, rated 
at 125 gpm. against 305 ft. of head; the overall 
length of the pump is 8 ft.; 320 ft. of 3/8-in. gi. 
air line; 30 ft. of 4-in. suction pipe; 15-hp. U. S. 
electric motor. 
Well No. 3 has been maintained as an auxil-
iary supply unit since Well No. 4 was placed in 
service on Dec. 15, 1946. 
Well No. 4 was drilled in 1946 to a depth of 
694 ft. by H. E. Meister and located 20 ft. west 
2 - Tusco l a 
of Ohio, and 120 ft. no r th of Houghton St. (or a p -
p r o x i m a t e l y 1700 ft. N. and 2040 ft. W. of the 
S. E. c o r n e r of Sect ion 34). The ground e l e v a -
t ion at the wel l s i te is 663± ft. 
S a m p l e - s t u d y log of Well No. 4 fu rn i shed by the 
State Geologica l Survey: 
The we l l was c a s e d with 12- in . id . pipe f r o m 
the su r f ace to 170 ft. and 10- in . pipe f r o m 159 to 
282 ft. be low which the hole is 10- in . d i a m e t e r 
to the bo t tom. 
The pump a s s e m b l y c o n s i s t s of 350 ft. of 5-
in . co lumn p ipe ; F a i r b a n k s - M o r s e tu rb ine p u m p , 
No . AF55138 , r a t e d a t 125 gpm. ; the o v e r a l l 
length of the pump is 15 ft.; 380 ft. of 1/4-in. g i . 
a i r l i ne ; 20 ft. of 5- in . suc t ion p ipe; 20 -hp . G e n -
e r a l E l e c t r i c m o t o r , No. TCJ6562216. 
A p roduc t ion t e s t w a s m a d e by the State Wate r 
Survey on Oc t . 2 1 , 1947. Before the t e s t , the 
w a t e r l e v e l w a s 119 ft. be low the su r face and 
af te r 6 1/2-hr. pumping at a f inal r a t e of 143 gpm. 
the d r awdown w a s 104 ft. At 1 3 / 4 h r . a f ter the 
shutdown the w a t e r l eve l had r e t u r n e d to 135 ft. 
Well No. 4 h a s been the sole s o u r c e of supply 
s ince i t w a s p laced in s e r v i c e in Dec . 15, 1946. 
A n a l y s i s of a s amp le (Lab . No. 112,250) c o l -
lec ted Oct . 2 1 , 1947 af ter 6 1/2-hr. pumping 
showed t h i s w a t e r to have a h a r d n e s s of 14.4 g r . 
p e r ga l . , a r e s i d u e of 412 ppm. , and an i r o n c o n -
t en t of 0.5 p p m . 
All w a t e r i s a e r a t e d and c h l o r i n a t e d . 
Well No. 5 was comple ted to a depth of 553 ft. 
in Nov. 1948 by H. E. M e i s t e r and is loca ted 50 
ft. wes t of P r a i r i e St. on the c e n t e r l ine of Scott 
St. ex tended , (or a p p r o x i m a t e l y 950 ft. N. and 50 
ft. W. of the S. E. c o r n e r of Sect ion 34). The 
ground e leva t ion at the w e l l - s i t e is 660± ft. I t 
w a s r e p o r t e d tha t bed r o c k w a s encoun te red a t 
125 ft. 
The wel l w a s c a s e d with 12 1/2-in. od. pipe 
f r o m the su r face to 125 ft. and with 10- in . id . 
pipe f r o m the su r f ace to 135 ft. Below the cas ing 
the hole w a s f in ished a t 10- in . d i a m e t e r . The 
annu la r space be tween the c a s i n g s was f i l led 
with nine bags of c e m e n t . When the wel l was 
f inished the w a t e r l eve l was 112 ft. be low the top 
of the c a s i n g . 
The pumping a s s e m b l y , i n s t a l l ed in D e c . 1948, 
c o n s i s t s of 250 ft. of 4 - i n . c o l u m n pipe; 1 0 - s t a g e 
P e e r l e s s t u rb ine p u m p , No. 14233, ( r e m o v e d f r o m 
Well No. 2) having an o v e r a l l l ength of 10 ft.; 30 
ft. of 4 - i n . suct ion pipe with s t r a i n e r ; 280 ft. of 
1 /4- in . a i r l ine ; 15 -hp . U. S . e l e c t r i c m o t o r No. 
285915. 
A produc t ion t e s t was m a d e on A p r . 19, 1949, 
using State Wate r Survey c a l i b r a t e d m e a s u r i n g 
equ ipmen t . Before s t a r t i ng the t e s t , the w a t e r 
l e v e l was 126 ft. After 1-hr . pumping at 90 gpm. 
the drawdown w a s 18 ft. The pumping r a t e w a s 
g radua l ly a c c e l e r a t e d and af ter a 5 - h r . t o t a l 
pumping t i m e at a f inal pumping r a t e of 170 gpm. 
the d rawdown w a s 44 ft. F i f t een m i n u t e s af ter 
s topping the pump , the w a t e r l eve l was 141 ft. 
A n a l y s i s of a s a m p l e (Lab . No. 117920) c o l -
lec ted A p r . 19, 1949 af ter 4 1/2-hr. pumping 
showed t h i s w a t e r to have a h a r d n e s s of 14.2 g r . 
p e r g a l . , a r e s i d u e of 498 p p m . , and an i r o n c o n -
t en t of 0.6 p p m . 
P u m p a g e f r o m June 2 1 , 1947 to June 2 1 , 1948 
a v e r a g e d 146,900 gpd. 
T u s c o l a - 3 
LABORATORY NO. 112, 250 
I l l inois Sta te Water Survey - Bul le t in No. 40 
A publ ic w a t e r supply was ins t a l l ed in 1912 by 
the v i l lage of Union (327). 
Water was obta ined f r o m a dug wel l 16 ft. 
deep and 10-ft . in d i a m e t e r loca ted about 45 ft. 
south of C l a r k St. and 120 ft. w e s t of Wayne St. 
( app rox ima te ly 1550 ft. S. and 2500 ft. E. of the 
N. W. c o r n e r of Sect ion 4, T. 43 N . , R. 6 E . ) . 
The ground s u r f a c e e leva t ion i s 840 t ft. 
The wel l p e n e t r a t e d w a t e r - b e a r i n g sand and 
g r a v e l with the except ion of a few feet of so i l at 
the t o p . Water l eve l s v a r i e d with the amount of 
r a i n f a l l . At t i m e s i t was not m o r e than 6 ft. b e -
low the ground sur face and du r ing a p r o t r a c t e d 
d r y pe r iod i t was known to be 12 ft. be low the 
ground s u r f a c e . The r a t e of in- f low to the we l l , 
when m e a s u r e d for a s h o r t i n t e r v a l on Sept . 7, 
1928, w a s at a r a t e of 90 gpm. 
Th i s we l l was the s o u r c e of the publ ic supply 
unt i l 1935 when i t was abandoned . I t h a s b e e n 
filled to the o r i g i n a l ground s u r f a c e . 
UNION 
M c H e n r y County 
July 25 , 1947 
Another we l l loca ted on the s a m e s i t e about 
30 ft. sou theas t of the old wel l was d r i l l e d in 
1935 by P. E . M i l l i s , B y r o n . An exac t r e c o r d of 
the wel l i s not ava i l ab l e , but a l l r e p o r t s indica te 
tha t i t is 192 ft. deep and c a s e d with 12- in . pipe 
extending into r o c k at a depth of 150 ft. 
The ex i s t ing pump i n s t a l l a t i o n , m a d e in 1935, 
is 70 ft. of 4 1/2-in. co lumn pipe; 8 - in . , 4 - s t a g e 
P o m o n a tu rb ine p u m p S e r i a l No. M 960 r a t e d at 
a capac i ty of 125 gpm. aga in s t a head of 70 ft.; 
the o v e r a l l length of the pump is 32 1/8 in . ; 10 
ft. of 4 1 / 2 - i n . suc t ion p ipe; a i r l ine of unknown 
length; 5 -hp . West inghouse e l e c t r i c m o t o r . 
A n a l y s i s of a s ample (Lab . No. 111,047) c o l -
l ec t ed July 1 1 , 1947 when pumping 20 m i n . at 125 
gpm. showed t h i s w a t e r to have a h a r d n e s s of 
12.2 g r . p e r ga l . , a r e s i d u e of 280 p p m . , and an 
i r o n content of 0.1 p p m . 
E s t i m a t e d pumpage i s 12,500 gpd. 
LABORATORY NO. 111,047 
I l l ino i s State Water Survey - Bul le t in No. 40 
The v i l l age of V a l m e y e r (591) ins t a l l ed a p u b -
l ic w a t e r supply in 1942. 
Water is obta ined f rom a wel l d r i l l e d in Jan . 
1941 to a depth of 57 ft. by E. W. F r a n k e , B a t c h -
town, at a loca t ion 75 ft. no r th and 75 ft. w e s t of 
the i n t e r s e c t i o n of F i r s t and Maple St. (or a p -
p r o x i m a t e l y 150 ft. S. and 700 ft. W. of the N . E . 
c o r n e r of Sec t ion 9, T. 2 S., R. 11 W.). The 
ground su r f ace e leva t ion is 400± ft. 
C o r r e l a t e d d r i l l e r ' s log of wel l d r i l l e d in 1941 
fu rn i shed by the State Geologica l Survey: 
The. we l l is c a s e d with 8- in . pipe f r o m 3 1/2 
ft. above the su r face to a depth of 40 1/2 ft. B e -
low the cas ing is a 10-f t . length of A. D. Cook 
s c r e e n , with the upper 5 ft. having No. 30 s lo t 
openings and the lower 5 ft. having No. 16 s l o t s . 
A produc t ion t e s t w a s m a d e by the State Water 
Survey on F e b . 3 and 4 , 1941 . F o r t e s t p u r p o s e s , 
the wel l w a s equipped with a h o r i z o n t a l c e n t r i -
VALMEYER 
Monroe County 
M a r . 19, 1948 
fugal p u m p with the suc t ion pipe ex tending in s ide 
the cas ing to a depth of 24 1/2 ft. be low the ground 
s u r f a c e . The wel l p roduced 150-152 gpm. for 24 
h r . , w i t h a d rawdown of 7 ft. f r o m a non-pumping 
w a t e r l e v e l of 17 ft. below the ground s u r f a c e . 
The w a t e r l eve l r o s e to 17 ft. in 30 seconds a f te r 
pumping s topped . 
The pumping equ ipmen t c o n s i s t s of: 40 ft. of 
5 - in . co lumn pipe; 8- in . , 3 - s t a g e P e e r l e s s t u r -
bine p u m p No. 14046, r a t e d a t 150 gpm. aga in s t 
70 ft. of h e a d , when opera t ing at 1800 r p m . ; 1 0 
ft. of 4 - i n . suct ion p ipe ; 5 -hp . U. S. e l e c t r i c 
m o t o r , ope ra t i ng a t 1800 r p m . 
Analys i s of a s a m p l e (Lab . No . 113,886) c o l -
lec ted M a r . 19, 1948 af ter 8 - h r . pumping at 125 
g p m . , showed the w a t e r to have a h a r d n e s s of 
25.3 g r . p e r g a l . , a r e s i d u e of 594 p p m . , and an 
i r o n content of 6.8 p p m . 
The w a t e r i s a e r a t e d , f i l t e r ed , softened and 
c h l o r i n a t e d . 
A n a l y s i s of a s amp le (Lab . No. 114,106), c o l -
l ec t ed M a r . 19, 1948 showed the t r e a t e d w a t e r to 
have a h a r d n e s s of 4.7 g r . p e r ga l . , a m i n e r a l 
content of 622 p p m . , and an i r o n content of 0.2 
p p m . 
M e t e r e d pumpage a v e r a g e s 42,250 gpd. 
LABORATORY NO. 113,886 
LABORATORY NO. 114,106 
Illinois State Water Survey - Bulletin No. 40 
A water supply for the village of Van Orin, 
unincorporated, (100) was installed in 1940 in the 
name of the Van Orin Water System, Inc. The 
consumers are the stockholders in the water 
company. 
A well was drilled to a depth of 258 ft. by 
C. W. Varner , Dubuque, Iowa, and located about 
300 ft. north of the Chicago, Burlington & Quincy 
R. R. and 100 ft. east of Main St. on Lot 4 in 
Block 2 (or approximately 1000 ft. S. and 130 ft. 
E. of the N. W. corner of Section 16, T. 18 N., 
R. 10 E.). 
Sample-study log of well drilled in 1940 
furnished by the State Geological Survey: 
VAN ORIN 
Bureau County 
Sept. 9, 1947 
The well is cased with 245 1/2 ft. of 6-in. 
pipe from 2 ft. above ground level to 243 1/2 ft. 
below a ground elevation of 873± ft. Below the 
casing a 12-ft. length of Johnson Everdur metal 
screen was set with the bottom at 254 ft., and a 
lead packer was placed between the top of the 
screen and the casing. The upper 9 ft. of the 
screen was reported to have No. 50 slot openings, 
and the lower 3 ft. had No. 30 slot openings. 
The well was developed by surging and sand 
pumping for 45 hr . When the well had been com-
pleted, the dril ler reported the static water level 
to be 148 ft.; and after pumping 4 3/4 hr . at 39 
gpm.,the drawdown was 8 ft. The pumping equip-
ment consists of 160 ft. of 3 1/2-in. column pipe; 
6-in. 22-stage Cook turbine pump, No. 4570, oil-
lubricated and rated at 74 gpm. at 1735 rpm.; 20 
ft. of 3 1/2-in. suction pipe; 5-hp., 1500 rpm. 
U. S. electric motor. 
Consumption is estimated at 3000 gpd. 
Analysis of a sample (Lab. No. 111,799) col-
lected Sept. 9, 1947 after 4 3/4-hr . pumping, 
showed the water in this well to have a hardness 
of 14.1 gr . per gal., a residue of 310 ppm., and 
an iron content of 1.6 ppm. 
The water is not treated. 
LABORATORY NO. 111,799 
I l l ino i s S ta te Water Survey - Bu l l e t in No . 40 
A public w a t e r supply w a s i n s t a l l e d by the 
v i l lage of V a r n a (383) in 1941 . 
In 1937 the v i l lage owned a dug wel l loca ted 
on the w e s t s ide of Walnut St. ( approx ima te ly 
350 ft. N. and 1900 ft. W. of the S. E. c o r n e r of 
Sect ion 28, T. 30 N . , R. 1 W.). T h i s wel l is 6 ft. 
in d i a m e t e r and 90 ft. d e e p . I t is equipped with a 
M y e r s p i s ton - type p u m p , with the pump se t w i t h -
in 10 ft. of the bo t t om of the we l l . 
In 1940 two new we l l s w e r e d r i l l e d by Hayes 
& S i m s , Champa ign . 
Well No. 1 is loca ted in the no r th p a r t of the 
v i l l age and is 99 ft. deep and c a s e d with 6- in . 
pipe and with 5-ft. length of Johnson welded s i l i -
con b r a s s s c r e e n , having No. 50 s lot open ings . 
This we l l is equipped with a M y e r s - E j e c t o pump 
se t at 90 ft. In A p r . 1940 a p roduc t ion t e s t was 
m a d e by the d r i l l e r . The non -pumping w a t e r 
l eve l w a s r e p o r t e d to be 45 ft. below the top of 
the c a s i n g . Wate r was pumped for 17 h r . a t 15 
gpm. , and at 12 gpm. a t the end of 17 h r . The 
drawdown was 49 ft. with the pumping w a t e r l eve l 
at the top of the s c r e e n . 
Well No. 2 is loca ted on F r o n t St. adjacent to 
the r e s e r v o i r . The wel l i s 95 ft. deep and is 
c a s e d with 6- in . pipe and with 5 ft. of Johnson 
s c r e e n having No . 50 s lot o p e n i n g s . The wel l i s 
equipped with a M y e r s - E j e c t o pump with the je t 
se t within 10 ft. of the bo t tom of the we l l . P o w e r 
VARNA 
M a r s h a l l County 
June 3, 1947 
is fu rn i shed by a 1-hp. e l e c t r i c m o t o r . 
A p roduc t ion t e s t was m a d e by the d r i l l e r s 
when the wel l was comple t ed . Water was pumped 
for 21 h r . at a r a t e of 12 and 10 gpm. , and the 
pumping w a t e r l eve l was a t the top of the s c r e e n . 
A n a l y s i s of a s a m p l e (Lab . No. 108,900) c o l -
l ec ted J a n . 13 , 1947, showed the w a t e r in Well No. 
2 to have a h a r d n e s s of 17.5 g r . p e r ga l . , a r e s i -
due of 532 p p m . , and an i r o n content of 0.7 p p m . 
P u m p a g e w a s e s t i m a t e d a t 16,000 gpd. 
On June 3 , 1947 i t w a s r e p o r t e d tha t : " T h e 
w e l l s d r i l l e d in 1940 w e r e n e v e r v e r y good, and 
the yield h a s fa l len off to t h e point w h e r e a s e v e r e 
w a t e r s h o r t a g e e x i s t s . In the sp r ing the v i l lage 
had w a t e r for only an hour or so pe r day . After 
the high school and g r a d e school c losed , the 
sho r t age was r e l i e v e d somewha t a s they used 
about 3,000 gpd. a s c o m p a r e d to the n o r m a l v i l -
lage d e m a n d of 12 - 15,000 gpd. 
" T h e N o r t h Well w a s ac id i zed l a s t fa l l . The 
ac id iz ing p r o c e d u r e was not r e p o r t e d , but was 
sa id to have he lped the wel l for a s h o r t t i m e . 
"A M r . P a c k a r d , Washington , w a s d r i l l i ng a 
hole about two b locks south of the r a i l r o a d s t a -
t ion . Shale w a s encoun te red at 107 ft. No w a t e r -
b e a r i n g m a t e r i a l w a s found in the dr i f t , and i t 
was expected to d r i l l about 200 ft. in hopes of 
finding a l i t t le w a t e r . " 
LABORATORY NO. 108,900 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed in 1915 
by the city of Villa Grove (2072). 
Well No. 1 was drilled in 1915 to a depth of 
629 ft. by Omar Kersey, Sullivan, and located at 
the rear of the city hall on Main St. (or approxi-
mately 450 ft. S. and 460 ft. W. of the N. E. cor -
ner of Section 10, T. 16 N., R. 9 E.). The eleva-
tion of the ground surface is 650± ft. 
The well was reported to be cased with 12-in. 
pipe from the surface to 240 ft. and with 10-in. 
pipe from the surface to 410 ft. An 8-in. inner 
casing was set from the surface to 622 ft. In 
1933, there was no evidence of a 12-in. casing 
but it was reported at the time that the casing 
had been repaired or renewed since the well was 
drilled. 
When the well was completed, the static water 
level was 91 ft. 
In May 1940, the hole was deepened to 645 ft. 
at 10-in. diameter. Rock was penetrated and the 
deepened portion was " s h o t " with ten quarts of 
ni tro-glycerine. After this work, a production 
test was made. It was reported that after 6-hr. 
pumping at 600 gpm., the drawdown was 20 ft. 
from a water level of 91 ft. below the surface. 
Well No. 1 is the sole source of supply and 
the pumping equipment consists of 110 ft. of 6-in. 
Byers extra heavy wi. column pipe; Fairbanks-
Morse turbine pump, No. 8173, having an all 
bronze assembly 6 ft. in length; 20 ft. of 6-in. 
suction pipe; 25-hp. electric motor. The pump 
discharges 425 gpm. to the aerator against a 
pressure of 16 psi. 
Analysis of a sample (Lab. No. 115,110) col-
lected June 26, 1948 after 2-hr . pumping showed 
this water to have a hardness of 13.4 gr. per gal., 
a residue of 510 ppm., and an iron content of 0.1 
ppm. Methane is present in a concentration of 
5.0 cu. ft. per 1000 gal. 
VILLA GROVE 
Douglas County 
June 26, 1948 
All water is aerated, softened and chlorinated. 
Analysis of a sample (Lab. No. 115,183) collected 
June 26, 1948 showed the treated water to have a 
hardness of 4.3 gr . per gal., a mineral content 
of 381 ppm., and an iron content of 0.12 ppm. 
Well No. 2 was drilled in 1924 to a depth of 
627 ft. by Ohio Drilling Co., Massillon, Ohio and 
located across the s t reet to the east of the Well 
No. 1 (or approximately 505 ft. S. and 190 ft. W. 
of the N. E. corner of Section 10). The ground 
elevation is 646± ft. 
The well was cased with 12-in. wi. pipe from 
the surface to 263 ft. and with 10-in. wi. pipe 
from 263 to 590 ft. below which the hole was 10 
in. in diameter. 
The pumping assembly consists of 100 ft. of 
8-in. drop pipe; two-stroke Keystone Drilling 
Co. pump jack, pump head 33, Order No. 2522 
rated at 270 gpm.; the length of the pump is 7 ft. 
9 in. and the working barre l is 7 3/4 in. in diam-
eter; 20 ft. of suction pipe; 20-hp. General E lec -
t r ic motor. 
When the well was completed in 1924, the 
static water level was 90 ft. below the ground 
surface, and, when pumping at 300 gpm. although 
the drawdown could not be measured, it was e s -
timated to be very small. A check of the pump 
speed was made on Aug. 3, 1933, from which the 
discharge was calculated at 202 gpm. When the 
existing pump was overhauled in Sept. 1942, the 
water level was 90 ft. below the pump base. 
Well No. 2 is maintained as an emergency 
supply unit. 
Analysis of a sample (Lab. No. 82219) col-
lected Oct. 22, 1937 showed this water to have a 
hardness of 13.7 gr. per gal., a residue of 489 
ppm., and an iron content of 2.8 ppm. 
Pumpage is estimated to average 125,000 gpd. 
LABORATORY NO. 115,183 
2 - Villa Grove 
LABORATORY NO. 115,110 
Correlated dr i l l e r ' s log of Well No. 2 furnished by the State Geological Survey: 
I l l inois Sta te Water Survey - Bul le t in No. 40 
The v i l lage of Vi l la P a r k (7236) o r ig ina l ly 
obtained i t s public w a t e r supply f r o m we l l s owned 
by p r i v a t e c o m p a n i e s . The w a t e r supply for the 
s o u t h e r n and m a i n p a r t of the v i l lage and the a r e a 
no r th of the Chicago & N o r t h w e s t e r n Ra i lway w a s 
owned by the Du P a g e County Wate r W o r k s C o . Th i s 
supply c o m p r i s e d a group of 3 we l l s located south 
of West P a r k Bou levard and e a s t of A r d m o r e 
Ave. and a we l l located n e a r the N. W. c o r n e r of 
P r i n c e t o n A v e . and T h i r d St. A s m a l l a r e a in the 
n o r t h e a s t p a r t of the v i l lage was suppl ied by a 
we l l owned by John R. R o b e r t s o n which was l o -
ca ted on N. Summi t Ave. n e a r Maple St. 
The i n s t a l l a t i on of a mun ic ipa l ly owned public 
w a t e r supply was s t a r t e d in 1924. Two l i m e -
s tone we l l s w e r e d r i l l e d by the J . P . Mi l l e r 
A r t e s i a n Well Co . , Brookf ie ld , a t the southwes t 
c o r n e r of A r d m o r e Ave. and St. C h a r l e s Road . 
T h e s e we l l s w e r e p laced in s e r v i c e in 1925 and 
s e r v e d about 500 c o n s u m e r s a t tha t t i m e . 
In 1928 a r r a n g e m e n t s w e r e m a d e to p u r c h a s e 
w a t e r f r o m w e l l s to be d r i l l ed by S . B. Ge ige r & 
Co . , Ch icago , as a p r iva t e v e n t u r e . Two deep 
sands tone we l l s w e r e d r i l l e d on Home Ave . , w e s t 
of A r d m o r e A v e . , and comple ted by the end of 
1931. They furnished a l a r g e p a r t of the publ ic 
w a t e r supply and w e r e o p e r a t e d by the v i l l a g e . 
On D e c . 1 , 1938 a l l p r i v a t e l y owned w a t e r 
m a i n s and w e l l s w e r e a c q u i r e d by the v i l l age . 
Al l w a t e r a t tha t t i m e w a s obtained f r o m the 
Geiger w e l l s . 
The g roup of 3 we l l s cons t i tu t ing the s o u r c e 
of the Du Page County Wate r Works Co . supply 
for the sou the rn a r e a w e r e a l l l ime stone w e l l s . 
The o r i g i n a l wel l in th i s g roup was loca ted about 
100 ft. south of West P a r k Bou levard and 162 ft. 
e a s t o f A r d m o r e Ave . Th i s wel l w a s the s o u r c e 
of the w a t e r supply in 1918 and fu rn i shed 15,000 
to 23,000 gpd. It w a s r e p o r t e d to have a depth of 
150 ft. and to be c a s e d to l i m e s t o n e at a depth of 
58 ft. The wel l s e r v e d as an e m e r g e n c y supply 
a f te r 1919 and was abandoned in 1929. 
The second wel l in t h i s g r o u p , now known as 
v i l l age Well No . 3, w a s d r i l l e d to a depth of 285 
ft. by M r . E c k e r t in 1919. I t is loca ted about 139 
ft. south of Wes t P a r k Bou levard and 162 ft. e a s t 
of A r d m o r e Ave . ( approx ima te ly 2450 ft. S. and 
200 ft. E. of the N. W. c o r n e r of Sect ion 10, T. 
39 N . , R. 11 E . ) . The e leva t ion of the ground 
su r f ace i s 702 i ft. The wel l i s r e p o r t e d to be 
c a s e d to l i m e s t o n e with 8- in . pipe". Upon c o m -
ple t ion of the wel l i t was equipped with a p lunger 
pump having a cy l inder se t t ing of 60 ft. and a 
VILLA PARK 
Du P a g e County 
July 29, 1949 
capac i ty of about 90 gpm. 
The pump ins t a l l a t ion , m a d e on M a r . 2 3 , 
1946, cons i s t ed of 140 ft. of 5 - in . id . co lumn 
pipe; 7 - in . , 5 - s t a g e P e e r l e s s t u rb ine pump (u t i l -
i z ing old S te r l ing p u m p head S. 426) having a 
r a t e d capac i ty of 200 gpm. aga in s t 260 ft. of head 
at 3600 r p m . ; the o v e r a l l length of the pump is 
3 1/2 ft.; 10 ft. of 5 - in . suct ion p ipe ; 140 ft. of 
1 /4- in . copper tubing a i r l i ne ; 2 0 - h p . U. S . e l e c -
t r i c m o t o r . In July 1949 a new L a y n e - W e s t e r n 
tu rb ine p u m p , No. 20255, was i n s t a l l ed a t a s e t -
t ing of 160 ft. and power furnished by a 50 -hp . 
motor.-
When the S te r l ing tu rb ine pump was pulled in 
M a r . 2 3 , 1946, the w e l l - d e p t h w a s 214 ft. and the 
s tanding w a t e r l eve l w a s 55 1/2 ft. be low the 
pump b a s e . On May 2 1 , 1947, af ter 5 - h r . p u m p -
ing a t 200 gpm. , the w a t e r l eve l w a s 114 ft. b e -
low the pump b a s e . 
In A p r . 1949, Wel ls No. 3 and 4 w e r e given 
ac id t r e a t m e n t unde r the d i r ec t i on o f L a y n e -
W e s t e r n C o . After the t r e a t m e n t , the p roduc t ion 
r a t e f r o m Well No. 3 , with No . 4 pump in o p e r a -
t ion , was 257 gpm. When No. 4 pump w a s not 
ope ra t i ng , the p roduc t ion r a t e f r o m Well No. 3 
w a s 369 g p m . When not pumping in Well No. 3, 
the w a t e r l eve l was 55 ft. and, when pumping , the 
w a t e r l eve l w a s 137 ft. 
A n a l y s i s of a sample (Lab . No. 110,370) c o l -
l ec ted May 2 1 , 1947 af ter 6 - h r . pumping showed 
t h i s w a t e r to have a h a r d n e s s of 24 .7 gr . per g a l . , 
a m i n e r a l content of 473 p p m . , and an i r o n c o n -
ten t of 0.2 ppm. 
The t h i r d wel l in the Sou thern g roup , now 
ca l l ed v i l lage Well No. 4 was d r i l l ed in 1923 by 
J. D. P a l m e r to a depth of 251 ft. and loca ted 
about 100 ft; south of Wes t P a r k B o u l e v a r d and 
150 ft. e a s t of A r d m o r e Ave . The e leva t ion of 
the ground su r face is 702t ft. 
Th i s we l l w a s r e p o r t e d c a s e d with 12- in . 
pipe to r o c k at a depth of 58 ft. In 1923, the non-
pumping w a t e r l eve l was 40 ft. below the ground 
s u r f a c e . On J a n . 4, 1925 when equipped wi th a 
double s t r o k e p lunger pump having a cy l inder 
s e t t i ng of 70 ft. and o p e r a t e d at a r a t e of 185 g p m . 
the drawdown w a s not m o r e than 18 in . 
After the ac id t r e a t m e n t had been appl ied to 
Well No. 4 in A p r . 1949, the pump d i s c h a r g e r a t e , 
with pump in No. 3 o p e r a t i n g , was 176 g p m . , and 
the w a t e r l eve l 96 ft. , or 46 ft. above the p u m p . 
After the pump had been s topped for 1 h r . t he 
2 - Villa Park 
water level was 60 ft. in Well No. 4. The pump 
in Well No. 3 was in operation at the time. 
The existing pump installation is 140 ft. of 
6-in. od. column pipe; 10-in., 5-stage Sterling 
turbine pump, No. S 913, having a rated capacity 
of 250 gpm. against 200 ft. of head at 1800 rpm.; 
the overall length of the pump is 4 1/2 ft.; a 5-
in. s t rainer; 25-hp. U. S. electric motor. 
The well is operated about 16 hr . daily. 
Analysis of a sample (Lab. No. 110,371) col-
lected May 21, 1947 after 2-hr. pumping at 250 
gpm., showed this water to have a hardness of 
25.5 gr. per gal., a residue of 478 ppm., and an 
iron content of 1.3 ppm. 
The North Well, now called No. 5, was r e -
ported drilled about 1930, and located about 85 ft. 
north of Third St. and 155 ft. west of Princeton 
Ave. (approximately 2050 ft. S. and 650 ft. W. of 
the N. E. corner of Section 4). The elevation at 
the pump base is 753± ft. 
When the pump was pulled in Jan., 1944, the 
well depth was 234 ft. and the water level was 34 
ft. below the pump base. 
The existing pump assembly, re-installed on 
Jan. 14, 1944, is 130 ft. of 6-in. od. column pipe; 
10-in., 4-stage Sterling turbine pump, No. S2002, 
having a capacity of 230 gpm. against 180 ft. of 
head at 1800 rpm.; the overall length of the pump 
is 4 ft.; 30 ft. of 6-in. suction pipe and strainer; 
135 ft. of air line; 25-hp. U. S. electric motor. 
When pumping at 230 gpm. against 25-lb. p r e s -
sure, the drawdown was 8.6 ft. 
This well has not been in regular service 
since May 1945, but is maintained as an e m e r -
gency supply unit. 
Analysis of a sample (Lab. No. 110,372) col-
lected May 21, 1947 after 20-min. pumping at 200 
gpm., showed this water to have a hardness of 
21.3 gr . per gal., a total mineral content of 396 
ppm., and an iron content of 0.5 ppm. 
The small water supply system in the north-
east part of the village which was owned and 
operated by John R. Robertson was acquired by 
the Du Page County Water Works Co. in 1921 and 
operated by them until 1924 when it was aban-
doned. The supply was obtained from a well lo -
cated about 185 ft. south of Maple St. and 42 ft. 
west of N. Summit Ave. (approximately 1900 ft. 
N. and 1350 ft. E. of the S. W. corner of Section 
3). This well was 4-in. diameter casing at the 
top and was reported having a depth of 125 ft. 
The pumping equipment and the water tank have 
been removed. 
The 2 municipally owned wells drilled in 1924 
at the southwest corner of St. Charles Road and 
Ardmore Ave. are no longer in service. They 
were abandoned as a source of supply about 1932 
and are both capped with concrete. 
The first well was drilled to a depth of 401 
ft. and located about 100 ft. north of Home Ave. 
and 135 ft. west of Ardmore Ave. (approximately 
170 ft. S. and 170 ft. W. of the N. E. corner of 
Section 9). The elevation at the surface of the 
ground is 695± ft. It was cased with 12-in. wi. 
pipe to limestone at a depth of 76 ft. Below the 
limestone, which extends to a depth of 256 ft., 
about 60 ft. of liner was placed in shale. After 
drilling had reached a depth of 200 ft. the well 
was tested and produced 60 gpm. After comple-
tion of the well when pumping at 200 gpm. the 
drawdown was 46 ft. from a non-pumping water 
level of 30 ft. below the ground surface. 
The second well was drilled to a reported 
depth of 200 ft. at a distance of about 50 ft. south-
west of the first well. It was cased with 12-in. 
pipe to limestone. After its completion a produc-
tion of 250 gpm. was reported with a pumping 
water level of 67 ft. 
These wells were equipped with plunger 
pumps and placed in service in 1925. From May 
27, 1926 to Dec. 17, 1926 the combined pumpage 
averaged 200,000 gpd. 
The two deep sandstone wells drilled by 
S. B. Geiger & Co. on Home Ave. have been the 
source of a considerable part of the public water 
supply and are still in service. The first of 
these wells, now called Well No. 1, is located 
about 20 ft. north of Home Ave. and 380 ft. west 
of Ardmore Ave. (approximately 250 ft. S. and 
415 ft. W. of the N. E. corner of Section 9). 
The elevation of the top of the concrete pump 
base is 695.5 ft. The hole and casing record is 
shown in Table 1. 
When the well was completed the water level 
was 42 ft. below the surface. 
When the well had reached a depth of 1912 ft. 
in Nov. 1928, the village made arrangements to 
obtain water from it as the other wells were 
unable to supply the growing demand. The well 
was then equipped with a turbine pump rated at a 
capacity of 800 gpm. and set at a depth of 420 ft. 
which was lowered 30 ft. just prior to Dec. 1, 
1938. 
TABLE 1 
Hole Record 
22-in. from 0 to 76 ft. 
20-in. from 76 to 445 ft. 
15-in. from 445 to 1095 ft. 
12-in. from 1095 to 1165 ft. 
10-in. from 1165 to 1912 ft. 
Casing Record 
20-in. from 0 to 445 ft. 
The existing pump installation is 450 ft. of 
9-in. column pipe; 14-in., 14-stage Sterling t u r -
bine pump, No. 4557, having a rated capacity of 
800 gpm. against 420 ft. of head at 1200 rpm.; 
the overall length of the pump is 14 ft.; 30 ft. of 
9-in. suction pipe; 450 ft. of 1/4-in. air line (de-
fective); 150-hp. Ideal electric motor. 
This well has not been in regular service 
since 1942. The metered pumpage from Aug. 1, 
1943 to Aug. 1, 1945 averaged 58,650 gpd. In 
June 1947 the operating efficiency of the turbine 
pump had declined 50% from i ts original rated ca-
pacity. In the summer of 1948, Well No. 1 was reha-
bilitated and cleaned out to a depth of 1400 ft. by 
Layne-Western Co., Chicago. On July 23, 1948 
the water level was 214 ft. The old pump was 
installed and the well returned to service. In 
Sept. 1948 the pumping rate was about 600 gpm. 
The second deep sandstone well, now called 
Well No. 2, is located about 18 ft. north of Home 
Ave. and 770 ft. west of Ardmore Ave. (approxi-
mately 250 ft. S. and 800 ft. W. of the N. E. cor -
ner of Section 9). The elevation of the top of the 
concrete pump base is 699.35 ft. 
Villa Park - 3 
This well was drilled to a depth of 2125 ft. 
and completed in Aug. 1931. A standing water 
level of 64 ft. below the surface was reported 
when drilling reached a depth of 1980 ft. 
The existing pump installation is 440 ft. of 
9-in. column pipe; 14-in., 14-stage Sterling t u r -
bine pump, No. S 652, having a rated capacity of 
800 gpm. against 420 ft. of head at 1200 rpm.; the 
overall length of the pump is 14 ft.; 30 ft. of 9-
in. suction pipe; 440 ft. of 1/4-in. air line; 140-
hp. Ideal electric motor. 
The metered pumpage from Aug. 1, 1943 to 
Aug. 1, 1945 averaged 222,400 gpd. 
Non-pumping water levels observed period-
ically since 1942 show a uniform recession from 
330 ft. below the pump base on Sept. 1942 to 363 
ft. on May 21, 1947. Pumping water levels ob-
served in Feb. , 1944 were 428 1/2 ft. below the 
pump base. All subsequent readings have been 
below the 440-ft. air line. 
Analysis of a sample (Lab. No. 110,369) col-
lected May 22, 1947 after 2 1/2-hr. pumping at 
625 gpm. showed this water to have a hardness 
of 13.1 gr. per gal., a residue of 577 ppm., and 
an iron content of 0.4 ppm. The quality is not 
unusual for water from wells of this depth. 
The total combined pumpage of all wells is 
estimated to average 572,000 gpd. of which about 
42% is metered sandstone water and 58% is esti-
mated limestone water. A fire at the A & P 
store in Apr. 1948 increased that month's pump-
age by 2 million gallons. 
The Wander Co. industrial plant in Villa Park 
is located between E. Kennilworth Ave. and the 
Chicago, Aurora and Elgin Railroad (approxi-
mately 820 ft. S. and 1550 ft. W. of the N. E. 
corner of Section 10). 
LABORATORY NO. 110,371 
4 - Villa Park 
LABORATORY NO. 110,369 
Sample-study log of the Wander Co. industrial plant well furnished by the State Geological Survey: 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
village of Viola (743) in 1915. 
Water is obtained from a well drilled in 1915 
by Sewell Well Co., St. Louis, and located at the 
pumping station site, at the northwest corner of 
Ninth and Sheppard St. (or approximately 800 ft. 
N. and 100 ft. W. of the S. E. corner of Section 
15, T. 14 N., R. 2 W.). 
The well was drilled to a depth of 1281 ft. be-
low a ground surface elevation of 790± ft., and 
was cased as follows: 10-in. pipe from the su r -
face to 398 ft.; 8-in. pipe from 368 to 1058 ft. 
below which the hole was 8 in. in diameter to 1.156 
ft. and 6 in. in diameter from 1156 to 1281 ft. 
It was reported that, upon completion of the 
well in Nov. 1915, the non-pumping water level 
was 175 ft. below the ground surface; and that 
during a 10-hr. period of pumping at a rate of 
160 to 180 gpm., the water level was not drawn 
down below the pump cylinder. 
In April 1925 the non-pumping water level 
was estimated at 197 ft. 
In 1927 a new turbine pump assembly was in-
stalled with 250 ft. of 4 1/2-in. column pipe. 
The following pumping equipment, installed 
in February 1946, is in service: 260 ft. of 4-in. 
column pipe; 6-in., 31-stage Fairbanks-Morse 
Pomona turbine pump rated at 60 gpm. against 
384 ft. of head at 1760 rpm.; the overall length 
of the pump is 142 1/4 in.; 10 ft. of 4-in. suction 
pipe and a 20-in. length of 4-in. strainer; 15-hp. 
Westinghouse motor. 
The water level, in February 1946 when the 
VIOLA 
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new pump was installed, was 242 ft. below the 
ground surface. The amount of drawdown was 
not reported. 
Analysis of a sample (Lab. No. 108,243) col-
lected November 7, 1946, showed this water to 
have a hardness of 12.3 gr. per gal., a residue of 
1104 ppm., and an iron content of 0.1 ppm. 
The water is not t reated. 
Pumpage is estimated at 20,000 to 25,000 gpd. 
Correlated dr i l l e r ' s log of well drilled in 1915 
furnished by the State Geological Survey: 
LABORATORY NO. 108,243 
Illinois State Water Survey - Bulletin No. 40 
A water supply was installed by the village 
of Walnut (961) in 1896. 
Water was first obtained from a well, called 
the North Well, drilled in 1896 and located at the 
pumping station on the south side of North St. and 
the east side of Second St. (or approximately 
2100 ft. N. and 1100 ft. W. of the S. E. corner of 
Section 8, T. 18 N., R. 8 E.). 
The well was 6 in. in diameter, and 230 ft. 
deep below a ground surface elevation of 71l± ft. 
The well is equipped with a Deming pump head, 
a 4 1/4-in.Erb double-acting cylinder pump with 
24-in. stroke and belt-connected to a 10-hp. 
Westinghouse Electric motor. The pump is set 
inapi tabout 12 ft. deep below the ground surface. 
In 1926 the well was repaired by F. C. Al-
brecht, Ohio. A new 2 1/2-in. 60 gauze screen, 
25 ft. in length, and 28 ft. of 2 1/2-in. pipe were 
placed in the bottom of the well. 
Analysis of a sample (Lab. No. 35616) col-
lected Oct. 21, 1916 showed this water to have a 
hardness of 16.8 gr . per gal., a mineral content 
of 339 ppm., and an iron content of 5.0 ppm. 
The well is maintained for emergency use and 
is seldom used. 
In 1910, an 8-in. well was drilled about 16 ft. 
south of the first well. A coarse screen was in-
stalled, and later a fine screen was installed 
within the coarse screen. The screens became 
clogged, and the well was abandoned about 1914. 
In 1926, the wellhad been placed in service again. 
Mr. Albrecht stated that the water-bearing 
formation ended at 240 ft. and the original casing 
had been placed so low that the water was shut 
off, and that the water that did enter the well 
came in around an ill-constructed packer. The 
well was " s h o t " with one stick of dynamite placed 
at a depth of 240 ft., two sticks at 233 ft., and one 
stick at 223 ft. 
A new 3-in., 60 gauze screen, 30 ft. in length, 
and 19 1/2 ft. of 3-in. pipe were placed in the 
bottom of the well. After the r epa i r s , the d i s -
charge was 40 gpm. 
In 1938, this well was abandoned and has been 
covered over. 
The third well, or old East Well, was drilled 
in 1914 or 1915 about 13 ft. south and 12 ft. east 
of the North Well, and was 6 in. in diameter, 230 
ft. deep, and a 20-ft. Cook screen installed. The 
cylinder was wedged in the casing. The well was 
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abandoned about 1917 or 1918 and has been 
covered over. 
In 1918, a fourth well, now known as Well No. 
2, was drilled to a depth of 247 ft. and located 
about 4 ft. nor.th of the old East Well. The well 
is equipped with an Aurora turbine pump, No. 
29226, rated at 160 gpm. against a head of 230 
ft. at 3500 rpm. Power is furnished by a 15-hp., 
3600 rpm. U. S. electric motor. 
Analysis of a sample (Lab. No. 111,477) col-
lected Aug. 12, 1947, after 15-min. pumping, 
showed the water from Well No. 2 to have a hard-
ness of 17.1 gr. per gal., a residue of 321 ppm., 
and an iron content of 4.4 ppm. 
In 1936, a new well was drilled by Henry Al-
brecht and located about 15 ft. south of the Old 
East Well, which had been drilled about 1914 or 
1915. The well is 272 ft. deep with the lower 83 
ft. penetrating fine and coarse sand and was 
cased with 235 ft. of 8-in. and 10 ft. of 6-in. 
pipe. Below the casing, 25 ft. of 7 1/2-in. od. 
Johnson No. 10 slot, copper silicon screen was 
set. A rubber packer was placed between the 
6 and 8-in. casings, and a 2-ft. bail plug was 
placed in the bottom of the screen. 
The pumping installation consists of 160 ft. 
of 6-in. column pipe; a 7 1/2-in. od., 10-stage 
Aurora turbine pump, No. 8229, rated at 340 
gpm. against 215 ft. of head at 1750 rpm.; the 
length of the pump is 6.9 ft.; 10 ft. of 6-in. suc-
tion pipe; 30-hp. U. S. electric motor. 
On June 7, 1938, the non-pumping water level 
was 100 ft. below ground level, and the pump 
was being operated at 300 gpm. for about 3 hr . 
daily. The pump was overhauled in May, 1947, 
but the assembly was not changed. At that t ime, 
the water level was 110 ft. below the top of the 
well. 
Analysis of a sample (Lab. No. 83697) col-
lected June 7, 1938 showed this water to have a 
hardness of 17.5 gr. per gal., a residue of 336 
ppm., and an iron content of 4.6 ppm. 
Water from the wells is treated for iron r e -
moval . 
Analysis of a sample (Lab. No. 111,476) col-
lected Aug. 12, 1947, showed the treated water to 
have a hardness of 17.7 gr. per gal., a mineral 
content of 315 ppm., and an iron content of 0.17 
ppm. 
Pumpage is estimated to average 60,000 gpd. 
2 - Walnut 
LABORATORY NO. 111,477 
LABORATORY NO. 111,476 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
village of Warren (1119) in 1895. 
The source of the village supply is in 2 wells. 
Well No. 1 (north) was drilled in 1895 by the 
J. P. Miller Artesian Well Co., Brookfield, to a 
depth of 875 ft. below a ground surface elevation 
of 1008± ft. The well is located about 90 ft. north 
of Burnette Ave. and 150 ft. west of Cole St. (or 
approximately 2300 ft. S. and 150 ft. W. of the 
N. E. corner of Section 24, T. 29 N., R. 4 E.). 
The well was cased with 14-in. pipe into l ime-
stone and to a depth of 200 ft. with 181 ft. of 10-
in. pipe. 
The well was originally equipped with a deep 
well single-acting Pulling steam head pump with 
the cylinder wedged in the 6-in. casing at 165-ft. 
depth. In 1925 new casing was installed to rock 
at 20 ft. 
The Keystone Driller Co. double-acting 
plunger pump installed in 1928 is still in place, 
but has not been used since June 18, 1944. It has 
a 7 1/2-in. diameter cylinder, with an 18-in. 
stroke, set at a depth of 180 ft. The pump was 
operated at a rate of 29 to 32 strokes per min., 
and powered by a 25-hp. Western Electric motor. 
This pump could be operated simultaneously with 
Well No. 2 at 20 strokes per mil. It is planned 
to repair the pump and put it in working condition 
so that Well No. 1 can be used as an emergency 
supply unit. In 1917 the non-pumping water level 
was reported to be at 45 ft., and in Mar. 1937 it 
was estimated to be 55 ft. below the top of the 
well. 
Well No. 2 (south), located about 18 ft. south-
east of Well No. 1, was drilled in 1901 by the 
J. P. Miller Artesian Well Co. to a depth of 700 
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ft. The well was equipped with a Jas . G. Pulling 
plunger pump set at 160 ft., and in 1937 was r e -
placed by a 10-stage Worthington turbine pump, 
No. 966919, rated at 200 gpm. against 260 ft. of 
head; 198 ft. 10 in. of 8-in. column pipe and 
bowls; 31 1/2 ft. of 8,-in. suction pipe; the total 
overall length from the top of the column to the 
bottom of the suction pipe is 231 ft. 4 in.; 20-hp. 
General Electr ic motor. 
In 1937 when the new pump was installed, it 
was discovered that the well would not produce 
enough water. The well was reamed to a 15-in. 
diameter to a depth of 580 ft. In attempting to 
deepen the well, a string of 8-in. tools was lost, 
and, during fishing operations and attempts to 
dril l by the lost tools, a string of 6-in. tools was 
lost. The 8-in. tools were then recovered, but the 
smaller tools were abandoned in the well. There 
is now, a 16-in. diameter casing at the top, and 
an 8-in. liner is reported to be set between 
depths of 540 and 640 ft. The hole was too crooked 
to admit a 10-in. liner. The hole is 8 in. in 
diameter to 963 ft., the final depth. 
In July 1940 the non-pumping water level was 
reported to be 102 ft. and a drawdown of 69 ft., 
without reporting the rate of pumping. 
This well has been the source of the entire 
public supply since June 18, 1944. 
Analysis of a sample (Lab. No. 108,582) col-
lected Dec. 6, 1946 after 5-hr. pumping at 75 
gpm., showed the water from Well No. 2 to have 
a hardness of 24.3 gr. per gal. , a residue of 451 
ppm., and an iron content of 0.1 ppm. 
Pumpage is estimated to average 75,000 gpd. 
LABORATORY NO. 108,582 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
village of Warrensburg (456) in 1935. 
Three 6-in. test wells were drilled in 1935 by 
Johnson and Hinkle, Bloomington. A production 
test of Test Well No. 3 was made by the State 
Water Survey on Aug. 9, 1935 and a drawdown of 
12 ft. was observed when pumping at a rate of 97 
gpm. 
A permanent well was completed to a depth of 
118 ft. in Oct. 1935 at a location 4 ft. north of 
Test Well No. 3, near the northwest corner of the 
village (or approximately 57 ft. N. and 20 ft. W. 
of the S. E. corner of Section 10, T. 17 N., R. 1 
E.). 
The well was cased with 111 ft. of 12-in. pipe, 
and 7 ft. of 12-in. Cook screen, having No. 50 
slot openings. The top of the casing was 15 in. 
above the ground surface elevation of 699± ft. A 
production test was made by the State Water Sur-
vey on Oct. 31, 1935. Before the test , the water 
level was 63 1/2 ft. below the top of the casing 
and after 8-hr. pumping at 158 gpm., the draw-
down was 18 1/2 ft. On Dec. 11, 1937 the static 
water level was 58 ft. and when pumping at 120 
gpm. the drawdown was 11 ft. On July 27, 1948, 
after 12-hr. non-pumping, the water level was 
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60 ft. below the pump base. 
The pump installation, made in July 1948, 
consists of 90 ft. of 5-in. column pipe; 5-stage 
Peer less turbine pump, No. 50669, having an 
overall length of 4 ft. and rated at 200 gpm. 
against 125 ft. of head; 10 ft. of 5-in. suction 
pipe; 10-hp. U. S. electric motor. 
Analysis of a sample (Lab. No. 115,661) col-
lected Aug. 23, 1948 after 1 1/3-hr. pumping at 
120 gpm. showed the water to have a hardness of 
19.7 gr. per gal., a residue of 468 ppm., and an 
iron content of 6.0 ppm. Methane gas is present 
in the water in a concentration of 5.6 cu. f t. per 
1000 gal. 
The water is aerated, filtered and softened. 
Analysis of a sample (Lab. No. 115,789) col-
lected Aug. 23, 1948, showed the treated water to 
have a hardness of 2.2 gr. per gal., a mineral 
content of 482 ppm., and an iron content of 0.45 
ppm. 
From Feb. 1, to Aug. 22, 1948 pumpage 
averaged 23,360 gpd. including the amount furn-
ished Warrensburg Canning Co. during their 
corn-pack, and the Frozen Locker Plant. 
LABORATORY NO. 115,661 
LABORATORY NO. 115,789 
I l l ino is Sta te Water Survey - Bul le t in No. 40 
A public w a t e r supply was in s t a l l ed by the 
v i l lage of Washburn (937) in 1927. 
At tha t t i m e a we l l was d r i l l e d by H. W. 
P a c k a r d , Washburn , and loca ted in the f i re s t a -
t ion on the e a s t s ide of Sta te Highway No. 89 (or 
a p p r o x i m a t e l y 2200 ft. S. and 1500 ft. E. of the 
N. W. c o r n e r of Sect ion 1, T. 28 N. , R. 2 W.). 
The wel l w a s d r i l l e d to a depth of 137 ft., and 
w a s c a s e d with 12- in . pipe to 127 ft. A 10-f t . 
length of Cook s c r e e n was s e t below the ca s ing . 
The s lot openings in the s c r e e n w e r e r e p o r t e d as 
follows: No. 20 slot in the upper 3 ft.; No. 25 
s lot in the next 3 ft.; and No. 30 s lo t in the lower 
4 ft. 
The e leva t ion of the ground su r f ace is 680± ft. 
A Keys tone Dr i l l e r C o . 2 - s t r o k e deep -we l l 
cy l inde r pump i s i n s t a l l ed and be l t - connec t ed to 
a 20 -hp . G e n e r a l E l e c t r i c m o t o r . The pump h a s 
an 18- in . s t r o k e and i s r a t e d a t 225 gpm. 
When the wel l was c o m p l e t e d , the w a t e r l eve l 
w a s r e p o r t e d to be 15 ft. below the ground s u r -
face , and no drawdown was r e p o r t e d by the 
d r i l l e r while pumping at a r a t e of 200 gpm. , A 
few y e a r s ago when s o m e r e p a i r work was being 
done on the t ank , the pump w a s o p e r a t e d cont in -
uous ly for 95 h r . at a r a t e of 225 gpm. Water 
l eve l was m e a s u r e d in a 4 - i n . t e s t we l l located 
jus t e a s t of the pump h o u s e , and the d i s t ance to 
w a t e r , a f te r pumping , was 35 ft. below the top of 
the we l l , which w a s r e p o r t e d to be a d rawdown 
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of 5 ft. 
The pump i s o p e r a t e d a u t o m a t i c a l l y , s t a r t i n g 
when the p r e s s u r e d r o p s to 40 l b . and shut t ing 
off when the p r e s s u r e r e a c h e s 47 l b . 
Ana lys i s of a s ample (Lab . No. 109,512) c o l -
lec ted M a r . 1 1 , 1947, af ter 1 0 - m i n . pumping , 
showed the w a t e r to have a h a r d n e s s of 17.9 g r . 
p e r g a l . , a r e s i d u e of 416 p p m . , and an i r o n c o n -
t en t of 1.8 p p m . 
In the l a t t e r p a r t of 1946 a 6- in . we l l w a s 
d r i l l ed by H. W. P a c k a r d , to a depth of 147 ft. and 
loca ted jus t outs ide of the pumping s ta t ion , about 
25 ft. w e s t of t h e p r e s e n t we l l . The p u m p is on 
o r d e r and wi l l be set in the b a s e m e n t of the p u m p -
ing s ta t ion under the s idewalk . 
S a m p l e - s t u d y log of wel l d r i l l e d in 1946 
fu rn i shed by the State Geolog ica l Survey: 
P u m p a g e i s e s t i m a t e d a t 100,000 gpd. 
LABORATORY NO. 109,512 
Illinois State Water Survey - Bulletin No. 40 
The water works system was installed by the 
city of Washington (2456) in 1894. 
Water was obtained from a well, dug many 
years before and located in the public square 
near the center of town (or approximately 600 ft. 
S.and 50 ft. E. of the N. W. corner of Section 24, 
T. 26 N., R. 3 W.). The well was 8 1/2 ft. in 
diameter and curbed with brick to a depth of 60 
ft. A steel casing 35 ft. in length was placed 
with the bottom at 90 ft. The lower 12 ft. of the 
casing had 1/2-in. openings. 
In 1921, a 24-hr. production test was made. 
Before the test , the water level was reported to 
be 40 ft. below the ground surface elevation of 
765± ft. After 5-hr. pumping at 270 gpm., the 
water was drawn down 12 ft. where it remained 
throughout the test . In 1924, a short production 
test was reported at a pumping rate of 108 gpm. 
This well is equipped with a Layne-Bowler 
turbine pump driven by a 40-hp. electric motor. 
There is 75 ft. of column pipe, and the pump is 
about 12 ft. in length. 
About 1894 a second well was drilled about 
300 ft. southeast of the dug well. It was 90 ft. 
deep and cased with 8-in. pipe to a depth of 80 
ft. and with 10 ft. of Cook screen having No. 25 
slot openings. The well is equipped with an A.D. 
Cook deep-well pump rated at 350 gpm. attached 
to 70 ft. of 6-in. drop pipe with 10 ft. of 4-in. 
suction pipe below the cylinder. The well was 
used only in emergency, and at present is used 
for filling truck tanks, etc . 
In 1944, Well No. 3 was drilled by Chris 
Ebert , Washington, southeast of the dug well (or 
approximately 850 ft. S.and 188 ft. E. of the N.W. 
corner of Section 24, T. 26 N., R. 3 W.). A test 
hole was drilled to a depth of 372 ft. after which 
the well was completed to a depth of 334 ft. be -
low the ground surface elevation of 758± ft. 
The well was cased to 316 ft. with 12-in. pipe, 
with 20 ft. of 12-in. Johnson screen below the 
WASHINGTON 
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casing. The well is equipped with: 300 ft. of 6-
in. column pipe; 7-stage Peer less turbine, No. 
30475; 15 ft. of 6-in. suction pipe; 60-hp. General 
Electric motor. 
Sample-study log of Well No. 3 furnished by the 
State Geological Survey: 
When the well was completed, the non-pumping 
water level was 246 ft. below the surface. At 
present time the non-pumping water level is e s -
timated at 240 ft. below the surface. 
In 1944 another well was drilled by Chris 
Ebert and located about 10 ft. west of Well No. 
3. It is 93 ft. deep and cased with 12-in. pipe. 
It is equipped with: 70 ft. of 4-in. column pipe; 
Sterling turbine pump, No. 1178, rated at 185 
gpm.; the overall length of the pump is 12 ft.; a 
short suction pipe; 15-hp. motor. It is also 
equipped with an Amarillo Right Angle drive 
pulley so that in emergency it can be belt-driven 
by a t rac tor . 
Analysis of a sample (Lab. No. 109,251), col-
lected Feb. 15, 1947, showed the water from Well 
No. 3 to have a hardness of 16.9 gr . per gal., a 
residue of 299 ppm., and an iron content of 1.4 
ppm. 
Pumpage, in Jan. 1947, was estimated at. 
100,000 gpd. 
2 - Washington 
LABORATORY NO. 109.251 
Illinois State Water Survey - Bulletin No. 40 
A public water supply, installed by private 
in teres ts , was in use for a period of about 10 
years prior to the village installation in 1906. 
The private installation consisted of a well 
about 100 ft. deep and 2 in. in diameter . It sup-
plied about 20 houses and 5 hydrants principally 
for fire protection. 
The village installation in 1906 consisted of 
a well drilled to a depth of 72 ft. by Frank F. 
Morse, and located about 70 ft. south of the center 
of the Chicago, Burlington & Quincy R. R. and 50 
ft. east of the center of " D " St. (approximately 
240 ft. N. and 1050 ft. W. of the S. E. corner of 
Section 16, T. 38 N., R. 4 E.). The well pene-
trated a gravel stratum from which it obtained 
water and was cased with 6-in. pipe with a screen 
at the bottom. The ground surface at the top of 
the well is 820t ft. A plunger pump was installed 
in a pit about 4 ft. deep having a cylinder setting 
of 30 ft. below the floor of the pump pit. 
On Mar. 28, 1916 the non-pumping water level 
was 10 ft. below the floor of the pit and at that 
time the pump discharge was about 60 gpm. New 
casing and a new screen were reported installed 
about 1930. 
In 1937 the following pump installation 
was reported in service: 50 ft. of 4-in. column 
pipe; 6-in., 14-stage Cook turbine. pump, No. 
3051, having a rated capacity of 100 gpm. and 
an overall length of 66 in.; 52 ft. of air line 
(removed Oct. 15, 1946); 7 1/2-hp. U. S. e lec-
t r ic motor. 
On June 23, 1938 a non-pumping water level 
of 22 ft. and a pumping level of 37 ft. below the 
pump base were reported. The pump base is ap -
proximate ground level. The well is reported to 
have a capacity of 125 gpm. pumping to free 
discharge at ground level. 
The column pipe of the Cook turbine pump 
was replaced in 1941 and also a new 4-in. Clay-
ton Mark No. 18 slot screen 10 ft. in length was 
installed. 
On Oct. 14, 1946 during continuous pumping, 
the water level was 40 ft. below the pump base; 
and when the pump was pulled for repa i rs on 
Oct. 15, 1946, the water level was 24 ft. after 
8-hr. idle period. 
Analysis of a sample (Lab. No. 112,080) col-
lected Sept. 29, 1947 from a tap at the pump d i s -
charge after 6-hr. pumping at 80 gpm., showed 
WATERMAN 
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this water to have a hardness of 20.9 gr. per 
gal., a total mineral content of 380 ppm., and an 
iron content of 1.4 ppm. 
A new well was drilled to a depth of 400 ft. 
by the J. P. Miller Artesian Well Co., Brook-
field, in Sept. 1946. It is located about 27 ft. 
east of the older village well. 
Dri l ler ' s log of well drilled in 1946 furnished by 
the State Geological Survey: 
The well was cased with 10-in. gwi. drive 
pipe to a depth of 124 ft. below which the hole is 
10 in. in diameter to the bottom. 
During a tes t , when pumping at 112 gpm. the 
drawdown was 54 ft. below a non-pumping water 
level of 30 ft. from the top of the casing. 
The existing pump installation was made on 
May 28, 1947 which is : 150 ft. of 5-in. column 
pipe; 7-in., 14-stage Peer less turbine pump, No. 
33867, having a rated capacity of 150 gpm. 
against 274 ft. of head; the overall length of the 
pump is 7 ft. 8 3/8 in.; 30 ft. of 4-in. suction 
pipe; 157 ft. of 1/4-in. b ra s s pipe air line; 15-hp. 
U. S. electric motor. A pumping test was made 
following the installation. While pumping at 
165 gpm. against a head of 100 ft. above the 
pump discharge for 1 h r . the water level was 
113 ft. below the pump base. The water level 
rose to 31 ft. below the pump base after 2 min. 
of shut-down. 
Analysis of a sample (Lab. No. 112,084) col-
lected Sept. 29, 1947 after 25-min. pumping at 
165 gpm., showed this water to have a hardness 
of 17.2 gr. per gal., a residue of 307 ppm., and 
an iron content of 0.8 ppm. 
The pumping water level was 115 ft. below 
the pump base after 30-min. pumping, and the 
water level was 30 1/2 ft. after 10 min. of idle 
period. 
The average estimated pumpage is 65,000 gpd. 
2 - W a t e r m a n 
LABORATORY NO. 112,080 
LABORATORY NO. 112,084 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed in 1892 
by the city of Watseka (3744). 
Water was obtained from 2 wells drilled, 
each to a depth of 150 ft., and located 20 ft. apart 
north and south at the pumping station, north of 
Cherry St. and midway between Third and Fourth 
St. (or approximately 890 ft. N. and 1180 ft. W. 
of the S. E. corner of Section 32, T. 27 N., R. 
12 W.). The ground elevation is 632± ft. 
One of the wells was cased with 6-in. pipe to 
a water-bearing stratum at a depth of 125 ft. and 
with 4-in. pipe from 125 to 150 ft. The other well 
was cased with 6-in. pipe to the full depth of 150 
ft., a lower water-bearing stratum. Water, 
from the 125 and 150-ft. s t rata , entered the wells 
through small drilled holes in the casings. 
Water was pumped from each well by a Gould 
8 by 10-in. single-acting triplex pump set in a 
pit 20 ft. deep below ground level. In 1912, the 
non-pumping water level was 10 ft. below the 
pump base and, when pumping at 90 gpm. the 
drawdown was about 10 ft. In 1917, when the 
pump was being repaired, the water level raised 
above the bottom of the pit. During repair s in 
1924, the water level was below the bottom of the 
pit, but may have been influenced by pumping in 
an industrial well about one block distant. 
Thenorth well has not been used for 10 yea r s . 
It is still equipped with a Gould 8 by 10-in. suction 
pump but the electric motor has been disconnected. 
The south well is maintained for emergency 
service, and is equipped with a Gould 9 by 12-in. 
triplex suction pump, No. 48299, belt-driven from 
a 30-hp. General Electr ic motor. When the 
pump is operated, the discharge rate is reported 
to be 200 gpm. under a vacuum of 20 in. 
Well No. 3 was drilled in 1937 to a depth of 
168 ft. 4 in. by John Bolliger and Sons, Fairbury, 
and located 60 ft. south of the old wells and 20 ft. 
north of Cherry St. The well was cased with 141 
ft. 4 in. of 10-in. pipe and 27 ft. of 10-in. screen. 
This well is the present source of supply. 
The pumping assembly consists of 120 ft. of 6-
in. column pipe; 8-in., 9-stage Pomona turbine 
pump, No. SP 730; 10 ft. of 6-in. suction pipe; 
30-hp., 1760 rpm. General Electric motor, No. 
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5407705. 
On Apr. 21, 1938 the non-pumping water level 
was 16 ft. and when pumping at 350 gpm. the draw-
down was 28 ft. The pump is now estimated to 
discharge at a rate of 450 gpm. 
Analysis of a sample (Lab. No. 116,317) col-
lected Nov. 1, 1948 after 2-hr. pumping, showed 
this water to have a hardness of 9.1 gr. per gal., 
a residue of 306 ppm., and an iron content of 0.8 
ppm. 
In 1944, Well No. 4 was drilled to a depth of 
160 ft. by J. Bolliger and Sons, and located 60 ft. 
south of Walnut St. on the west side of Sixth St. 
extended, north of the Toledo, Peoria and Western 
R. R. right-of-way (or approximately 1140 ft. N. 
and 2 ft. W. of the S. E. corner of Section 32). 
The ground elevation is 632± ft. 
Sample-study log of Well No. 4 furnished by the 
State Geological Survey: 
The well was cased with 130 ft. of 8-in. pipe 
and 30 ft. of Johnson screen, having No. 40 slot 
openings. The dri l ler reported a static water 
level of 14 ft. and that water was pumped for 5 
hr . at 520 gpm. 
Well No. 4 has not been placed in service as 
yet, but the following pumping equipment is in 
place: 120 ft. of 6-in. column pipe; 8-in., 1 1 -
stage Pomona turbine pump, rated at 400 gpm. 
against 220 ft. of head; 10 ft. of 6-in. suction 
pipe; 130 ft. of 1/4-in. copper tubing air line; 
30-hp. General Electric motor. 
All water is chlorinated. 
Pumpage is estimated to average 278,000 
2 - Watseka 
LABORATORY NO. 116,317 
I l l ino is State Water Survey - Bul le t in No. 40 
A publ ic w a t e r supply was i n s t a l l ed by the 
v i l l age of Wauconda (639) in 1920. Water for the 
publ ic supply was f i r s t s e c u r e d f r o m a wel l 
d r i l l ed by A. B . Be l l , St. C h a r l e s . I t i s loca ted 
back of the v i l lage ha l l about 300 ft. south of 
Banks Lake (or app rox ima te ly 1700 ft. N. and 
250 ft. W. of the S. E. c o r n e r of Sect ion 26, T. 
44 N. , R. 9 E . ) . The e leva t ion of the pump house 
floor is 790± ft. 
The wel l w a s r e p o r t e d finished in g r a v e l a t 
a depth of 132 ft. below the pump house floor or 
102 ft. be low the pump pit f loor . I t is c a s e d the 
e n t i r e depth with 10- in . pipe ending a t the b o t -
t o m of the wel l in 20 ft. of s c r e e n . Upon c o m -
ple t ion of the we l l , i t was r e p o r t e d that w a t e r 
was pumped at a r a t e of 200 gpm. without a p -
p r e c i a b l y lower ing the w a t e r l eve l which w a s 
about 8 ft. be low the bo t tom of the pi t . 
A Gould t r i p l e x 7- in. x 8 - in . suc t ion pump 
w a s in s t a l l ed in the bo t tom of the pit having 20 
ft. of 4 - i n . suct ion pipe extending into the w e l l . 
Th i s pump w a s o p e r a t e d a t s p e e d s va ry ing f r o m 
39 to 50 r p m . In the s u m m e r of 1934 when o p e r -
a t ing a t the h igher r a t e of speed , d i sp lac ing 
about 200 g p m . , the pump would knock af ter 
s e v e r a l h r . of ope ra t ion ; but when the speed was 
r e d u c e d to 39 r p m . , d i sp lac ing about 160 gpm. , 
the pump ope ra t ed smoo th ly . 
By 1939 the capac i ty of the wel l had dropped 
to 25 gpm. The old s c r e e n was r e m o v e d and a 
new 14-ft . b r a s s tube s t r a i n e r w a s in s t a l l ed . The 
wel l could not be developed , and i t s y ie ld was 
l imi t ed to 25 gpm. The f o r m e r sand and g r a v e l 
w a t e r - b e a r i n g f o r m a t i o n s w e r e found to be 
b locked with a fine s i l ty m a t e r i a l r e s e m b l i n g 
powder when d r i ed . Th i s condi t ion i s r e p o r t e d 
to have o c c u r r e d in m a n y of the p r i v a t e sand and 
g r a v e l we l l s i n the a r e a . 
The wel l was r ehab i l i t a t ed and deepened to 
230 ft. in 1939 by W. R. B o e t s c h , C r y s t a l L a k e . 
It was c a s e d f r o m the su r face to a depth of 30 ft. 
with 12- in . p ipe , with 10- in . ca s ing between the 
dep ths of 30 and 110 ft. , and with 8- in . c a s ing 
f r o m the su r f ace to a depth of 220 ft. That p a r t 
of the 8- in . cas ing above a depth of 105 ft. w a s 
l a t e r r e m o v e d . 
P roduc t ion t e s t s of both we l l s w e r e m a d e by 
the State Wate r Survey on D e c . 13 , 1939. Both 
we l l s w e r e pumped s imu l t aneous ly for 5 1 /4 h r . 
a f t e r the pump in No. 1 was o p e r a t e d a l o n e . Water 
f r o m No. 1 w a s pumped at a r a t e of 100 gpm. and 
f r o m No. 2 at a r a t e of 280 gpm. At t h e s e r a t e s , 
t he d rawdown w a s 41 1/2 ft. be low a non-pumping 
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w a t e r l eve l of 39 ft. below the p u m p b a s e in Well 
No . 1, and the drawdown in No. 2 was 41 ft. b e -
low a non-pumping w a t e r level of 38 1/2 ft. Af-
t e r No. 2 had been shut down for a p e r i o d of 5 
m i n . , and the pumping in Well No . 1 w a s c o n -
t inued a t the s a m e r a t e , the w a t e r l eve l in Well 
No. 2 had r e c o v e r e d 29 1/2 ft. The w a t e r l eve l 
in Well No . 1 had r e c o v e r e d 30 ft. of the d r a w -
down dur ing the s i m u l t a n e o u s o p e r a t i o n a f te r 10 
m i n . of cont inued o p e r a t i o n . The pumping r a t e s 
in Well No. 1 w e r e 7 1/2 h r . at 100 to 110 gpm. ; 
210 gpm. for 2 h r . a n d 270 g p m . for a final p e r i o d 
of 2 h r . At the end of the 11 1/2-hr. t e s t , the 
drawdown in No . 1 w a s 28 1/2 ft. below a n o n -
pumping w a t e r l eve l of 39 ft. 
The following p u m p ins t a l l a t ion , m a d e in 
1939, is s t i l l in s e r v i c e : 100 ft. of 4 1/2-in. 
co lumn p ipe ; 7- in . , 9 - s t a g e A m e r i c a n Well 
W o r k s t u r b i n e p u m p , Shop No. 63221, r a t e d a t 
100 gpm. a g a i n s t 215 ft. of head ; 10 ft. of 
5 - in . suc t ion pipe and s t r a i n e r ; 10 -hp . U. S. 
e l e c t r i c m o t o r . 
A n a l y s i s of a s a m p l e (Lab . No. 107,499), c o l -
l ec t ed Aug. 26 , 1946 af ter 2 5 - m i n . pumping a t 
165 gpm. , showed t h i s w a t e r to have a h a r d n e s s 
of 21.5 g r . pe r g a l . , a r e s i d u e of 382 p p m . , and 
an i r o n conten t of 1.3 p p m . The qua l i ty is s i m i -
l a r to t ha t obta ined when the we l l w a s 132 ft. 
d e e p . 
During 1937 the v i l lage a t t e m p t e d to i n c r e a s e 
the supply by cons t ruc t i ng an addi t ional w e l l . A 
t e s t we l l , 187 ft. d e e p , w a s d r i l l e d on lot 9 , b lock 
6, about 30 ft. n o r t h e a s t of Maple Ave. (or a p -
p r o x i m a t e l y 1350 ft. N. and 450 ft. W. of the S .E . 
c o r n e r of Sect ion 26). The wel l was equ ipped 
with a 5-ft . length of 4 - i n . 60 -gauze wel l point . 
A 3 - h r . p roduc t ion t e s t was conducted on M a r . 
10, 1937. While pumping a t 30 g p m . , the d r a w -
down w a s 123 ft. be low a non-pumping w a t e r 
l eve l of 30 ft. be low the s u r f a c e , or a speci f ic 
capac i ty of about 1/4 gpm. p e r ft. of d rawdown. 
The wel l w a s abandoned. 
A new wel l was d r i l l e d for the v i l l age by 
W. R. B o e t s c h and comple ted in M a r . , 1939. I t 
is loca ted about 10 ft. sou theas t of the old wel l 
and i s 257 ft. d e e p . The wel l i s c a s e d f r o m the 
sur face to l i m e s t o n e at 226 1/2 ft. with 12- in . 
B y e r s 5 3 - l b . wi . p ipe . F r o m 226 1 /2 ft. t o the 
bo t t om, the hole i s 12 in . in d i a m e t e r . 
A 2 4 - h r . p roduc t ion t e s t w a s conducted by the 
State Wate r Survey on May 28 and 29, 1939. B e -
fore the t e s t , t he w a t e r l e v e l w a s 36 ft. below the 
2 - Wauconda 
top of the casing. After pumping for 2 hr . at 203 
gpm., the drawdown was 22 1/2 ft., which r e -
mained stationary after 2 more hr . pumping at 
the. same ra te . The rate of pumping was then 
increased to 318 gpm., and after 4 1/3 hr . at this 
ra te , the drawdown was 44 ft., which remained 
stationary for 11 1/4 more hr . of pumping at the 
same ra te . When the rate was increased to 400 
gpm., the drawdown was 67 1/2 ft. after 2 1/2-
hr . pumping, which remained fixed for the balance 
of the t es t period. 
The following pump installation, made in 1940, 
is now in service: 100 ft. of 5-in. column pipe; 
8-in., 8-stage American Well Works turbine 
pump rated at 300 gpm. against a head of 200 ft.; 
10 ft. of 5-in. suction pipe and strainer; 25-hp. 
U. S. electric motor. 
Analysis of a sample (Lab. No. 107,500), col-
lected Aug. 26, 1946 after 6-min. pumping at 365 
gpm., showed this water to have a hardness of 
21.2 gr. per gal., a residue of 379 ppm., and an 
iron content of 0.7 ppm. The quality was very 
similar to that obtained from the No. 1 well. 
Both wells are in service and are pumped 
alternately. The average combined pumpage is 
75,000 gpd. The water is not treated. 
Sample-study log of well completed in Mar. 1939 
furnished by the State Geological Survey: 
LABORATORY NO. 107,499 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
village of Waynesville (564) in 1895. 
Water was obtained from 2 wells located at 
the pumping station on the south side of Fourth 
St. between Main and Isham St. (or approximately 
770 ft. N. and 1100 ft. E. of the S. W. corner of 
Section 29, T. 21 N., R. 1 E.). The ground sur -
face elevation is 724± ft. 
Each well was drilled to a depth of 116 ft. and 
cased with 6-in. pipe to 102 ft. One of the wells 
was reported to have been drilled by J. P. Miller, 
Artesian Well. Co., Brookfield. 
Correlated d r i l l e r ' s log furnished by the State 
Geological Survey: 
In 1919, the water level in one well, while the 
other pump was operating, was 40 to 45 ft. below 
the top of the well. At that time the combined 
production of the two wells was less than 110 
gpm. 
In 1926 one of the wells was in service and 
the other had been abandoned. The casing was 
removed from the abandoned well and was r e -
ported to be in good condition, after more than 
20 years service. In 1938, both wells had been 
filled in. 
Analysis of a sample (Lab. No. 41607) col-
lected Aug. 18, 1919, showed this water to have a 
hardness of 25.2 gr. per gal., a residue of 573 
ppm., and an iron content of 1.8 ppm. 
Well No. 3 was drilled in 1925 to a depth of 
165 ft. and located north of Second St. between 
WAYNESVILLE 
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Malthy and Isham St. about 600 ft. distant from 
the old wells (or approximately 370 ft. N. and 
1570 ft. E. of the S. W. corner of Section 29). 
The ground elevation is 725t ft. 
The well was drilled through hard material 
and terminated in about 5 ft. of sand, and was 
cased with 8-in. pipe. 
The pump assembly, installed Jan. 11, 1938, 
consists of 140 ft. of 4-in. column pipe; 6-in., 
15-stage American Well Works turbine pump, 
No. 61370, rated at 60 gpm. at 1770 rpm., against 
a head of 220 ft.; the overall length of the pump 
is 6 ft. 7 3/4 in.; 10 ft. of 3 1/2-in. suction pipe; 
7 1/2-hp. U. S. electric motor No. 161382. 
In July, 1938, the non-pumping water level 
was 95 ft. below ground level, and on Aug. 27, 
1948 the non-pumping water level was the same. 
The metered discharge rate averaged 57-58 gpm. 
Well No. 3 is the principal source of supply. 
Analysis of a sample (Lab. No. 115,702) col-
lected Aug. 27, 1948, after 3-hr. pumping at 57 
gpm., showed this water to have a hardness of 
26.6 gr. per gal., a residue of 634 ppm., and an 
iron content of 3.3 ppm. 
Well No. 4 was drilled in 1934 to a depth of 
125 ft. by Ira DeMent, Hallsville, and located at 
the old pumping station on Fourth St. 
The well was cased with 113 ft. of 6-in. pipe 
and 12 ft. of 6-in. screen. The pumping equip-
ment, installed about 1939, includes a 6-in. 
American Well Works turbine pump, No. 61935, 
rated at 50 gpm., against 105 ft. of head at 3470 
rpm.; 5-hp. U. S. electric motor. 
This well is maintained as an emergency 
supply unit. On Aug. 27, 1948, the altitude gauge 
on the air line read zero when neither pump, in 
Wells No. 3 or 4 was operating. The red hand 
on the gauge was set at 35 ft. 
Pumpage is estimated to average 15,000 gpd. 
2 - Waynesvi l le 
LABORATORY NO. 115,702 
I l l inois State Wate r Survey - Bul le t in No. 40 
The v i l l age of Wedron (202) h a s no public 
w a t e r supply . 
A wel l w a s d r i l l e d in 1944 by C . E . Woodruff, 
O t t awa , for the Wedron Housing p ro j ec t owned 
by the Wedron Si l ica Co . The wel l i s loca ted on 
the w e s t s ide of Ottawa Road in the s o u t h e a s t e r n 
c o r n e r of the housing s i te (or a p p r o x i m a t e l y 
1377 ft. S. and 2370 ft. W. of the N. E. c o r n e r of 
Sect ion 9, T. 34 N. R. 4 E . ) . 
The we l l i s r e p o r t e d to be 150 ft. deep below 
a ground su r face e l eva t ion of 545± ft . , and is 
equipped wi th 80 ft. of co lumn p ipe ; 6- in . A m e r i -
can Well Works d e e p - w e l l t u rb ine pump , No. 
70415, r a t e d at 30 gpm. aga in s t 230 ft. of head ; 
5 -hp . e l e c t r i c m o t o r . 
P u m p a g e i s e s t i m a t e d a t 2000 gpd. 
A n a l y s i s of a s amp le (Lab . No. 111,092) c o l -
l ec ted July 15 . 1947 f r o m a p r e s s u r e t ank , showed 
the w a t e r in t h i s we l l to have a h a r d n e s s of 27.1 
g r . p e r g a l . , a to ta l m i n e r a l content of 490 p p m . , 
and an i r o n content of 1.5 p p m . 
In 1946 C . E . Woodruff, Ot tawa, comple t ed a 
wel l for the Wedron Sil ica C o . The wel l i s l o -
ca ted at the plant on the bank of the F o x R i v e r 
(or a p p r o x i m a t e l y 2320" ft. N. and 2320 ft. W. of 
the S. E. c o r n e r of Sect ion 9) . I t is 242 ft. deep 
below a ground e leva t ion of 500± ft. and is c a s e d 
with 6 - in . pipe f r o m the su r face to 150 ft. The 
annu la r space be tween the 10- in . hole and the 6-
in . c a s ing w a s filled with nea t c e m e n t . F i f ty - two 
s a c k s o f c e m e n t w e r e u sed . 
WEDRON 
La Salle County 
Ju ly 15, 1947 
C o r r e l a t e d d r i l l e r ' s log of the Wedron Si l ica C o . 
we l l fu rn i shed by the State Geologica l Survey: 
The wel l flows at an e s t i m a t e d r a t e of 50 g p m . 
On July 15, 1947, the gauge showed an a r t e s i a n 
p r e s s u r e of 7 p s i . 
The we l l i s equipped with a 7 - s t age P e e r l e s s 
t u rb ine p u m p , No. 33344, r a t e d a t 100 gpm. P o w e r 
is furn ished by a 5 -hp . , 1800 r p m . U. S. e l e c t r i c 
m o t o r . 
A n a l y s i s of a s amp le (Lab . No. 111,088) c o l -
l ec t ed July 15, 1947 f r o m the overf low pipe a t 
the we l l , showed t h i s w a t e r to have a h a r d n e s s of 
19.8 g r . pe r ga l . , a to t a l m i n e r a l content of 356 
p p m . , and an i r o n content of 0.1 p p m . 
P u m p a g e is e s t i m a t e d a t 2000 gpd. Water for 
i n d u s t r i a l u s e a t the plant i s obta ined f r o m the 
q u a r r y , which i s fed f r o m s p r i n g s . 
LABORATORY NO. 111,092 
LABORATORY NO. 111,088 
I l l inois Sta te Water Survey - Bul le t in No. 40 
A w a t e r supply was ins t a l l ed by the v i l lage of 
Weldon (521) in 1897. 
A wel l which supplied w a t e r for an e l eva to r 
was used by the v i l l age . About 1901 a we l l , 10 
ft. in d i a m e t e r , w a s dug to a depth of 42 ft. The 
wal l of the dug por t ion w a s l ined with b r i c k and 
3 d r i l l e d we l l s extended to v a r i o u s dep ths below 
the bo t tom of the dug we l l . The tops of the i r o n 
pipe c a s i n g s w e r e 3 or 4 ft. above the bo t tom of 
the dug po r t ion . In 1916 one of the w e l l s , r e -
po r t ed to be 86 ft. d e e p , was the sole s o u r c e of 
supply. At tha t t i m e , the non-pumping w a t e r 
l eve l w a s 23 ft. below the g round sur face and 
with cons tan t pumping the w a t e r l eve l was d r a w n 
down 11 ft. The ground sur face e l eva t ion at the 
wel l s i t e is 718± ft. 
The wel l caved in 1922 and w a s abandoned in 
1923. I t h a s been f i l led. 
A n a l y s i s of a s ample (Lab . No. 36121) c o l -
l ec ted Dec . 12, 1916, showed t h i s w a t e r to have a 
h a r d n e s s of 28.5 g r . pe r g a l . , a m i n e r a l content 
of 632 p p m . , and an i r o n content of 1.5 p p m . 
The t e s t we l l s w e r e d r i l l e d by E . H . Johnson 
& Son, B looming ton , in 1922, one at the s i te of 
the dug wel l and the o the r 300 ft. e a s t . The t e s t 
we l l s w e r e 378 and 173 ft. d eep . L i t t l e w a t e r 
w a s ava i lab le and t hey w e r e abandoned. 
C o r r e l a t e d d r i l l e r ' s log of one of the t e s t w e l l s 
d r i l l e d in 1922 furn ished by the State 
Geolog ica l Survey: 
Well No. 1 w a s d r i l l ed in 1923 to a depth of 
165 ft. by Ned R o s s , B looming ton , and loca ted 
115 ft. n o r t h of the I l l inois C e n t r a l R. R. and 100 
ft. wes t of Oak St . , (or a p p r o x i m a t e l y 2600 ft. S. 
and 1830 ft. W. of the N. E. c o r n e r of Sect ion 9, 
T. 19 N. , R. 4 E . ) . Well No. 1 is about 150 ft. 
n o r t h and 160 ft. wes t of the old dug we l l . The 
b o t t o m 10 ft. was in s and , v e r y m u c h c o a r s e r 
than in the t e s t h o l e s . The ground su r f ace e l e -
va t ion is 725± ft. Well No. 1 was c a s e d with 8- in . 
pipe with 12 ft. of s c r e e n at the bo t tom. 
WELDON 
DeWitt County 
F e b . 28 , 1949 
The pumping equ ipment inc ludes 140 ft. of 
6- in . p ipe ; T r a h o r n plunger p u m p having a 2 0 -
in . s t r o k e and o p e r a t e d at 24 s p m . ; 5 3 / 4 - i n . 
E u r e k a c y l i n d e r , 7 ft. in length; 14 ft. of 3 - in . 
suc t ion p ipe ; the pump is g e a r - d r i v e n by a 1 5 -
h p . West inghouse e l e c t r i c m o t o r and i s r a t e d a t 
150 g p m . but d i s c h a r g e s about 55 gpm. to the 
d i s t r i bu t ion s y s t e m . On F e b . 28 , 1949, i t w a s 
r e p o r t e d tha t the old pump had been r e p l a c e d by 
a je t p u m p , r a t e d at 50 g p m . 
In 1924, the non-pumping w a t e r l eve l was 40 
ft. and in Aug. 1947, af ter 2 - d a y s non-pumping , 
the w a t e r l eve l was 60 ft. below the pump house 
f loor . 
A n a l y s i s of a s ample (Lab . No . 115,683) c o l -
l ec t ed Aug. 25 , 1948 af te r 3 - h r . pumping at 55 
gpm. showed t h i s w a t e r to have a h a r d n e s s of 
15.7 g r . p e r ga l . , a r e s i d u e of 445 p p m . , and an 
i r o n content of 1.8 p p m . Methane g a s is p r e s e n t 
in a c o n c e n t r a t i o n of 8.5 cu . ft. p e r 1000 ga l . 
A 6- in . t e s t hole was d r i l l e d in Aug. 1948 to 
a depth of 173 ft. by L a y n e - W e s t e r n C o . , Ch icago , 
and loca ted 25 ft. wes t of Well No. 1. Water -
b e a r i n g c o a r s e sand was e n c o u n t e r e d be tween 
dep ths of 155 and 165 ft. 
Well No . 2 w a s c o m p l e t e d to a depth of 164 
ft. in Oct . 1948 by L a y n e - W e s t e r n C o . , Ch i cago , 
and loca ted 37 ft. wes t of Wel l No. 1. The wel l 
w a s c a s e d with 8- in . pipe f r o m 2 ft. above to 154 
ft. below ground l eve l and with 12 ft. of 8 - in . 
Layne shu t t e r s c r e e n , with 10 ft. of the s c r e e n 
exposed to the aqu i fe r . 
A p roduc t ion t e s t was m a d e on Oct . 22, 1948, 
u s ing State Water Survey c a l i b r a t e d m e a s u r i n g 
equ ipmen t . A t e m p o r a r y pump w a s used for the 
t e s t . Before the t e s t , and with no pumping in 
Well No. 1, the w a t e r l eve l in Well No. 2 w a s 
69.5 ft. be low the top of the c a s i n g . The p u m p -
ing w a s s t a r t e d at a r a t e of 21 g p m . and a f t e r 1 
h r . the d rawdown was 12 ft. The pumping r a t e 
w a s g r a d u a l l y a c c e l e r a t e d and af te r 7 h r . the 
pumping r a t e was 60 gpm. and the drawdown was 
58.5 ft. The pump in Well No. 1 w a s s t a r t e d and 
af te r 1-hr . addi t ional pumping in Well No. 2 at a 
r a t e of 50 g p m . the d rawdown w a s 55 ft. The 
ac tua l d rop in pumping l eve l , due to s imu l t aneous 
pumping in both w e l l s , w a s 7 ft. Pumping w a s 
stopped and 15 m i n u t e s l a t e r , the w a t e r l eve l in 
Well No. 2 w a s 77.5 ft. 
A n a l y s i s of a s amp le (Lab . No . 116,220) c o l -
l e c t e d Oct . 22, 1948 af ter 7 - h r . pumping at 60 
g p m . showed t h i s w a t e r to have a h a r d n e s s of 
Weldon 
15.0 g r . pe r ga l . , a r e s i d u e of 449 ppm. , and an 
i r o n content of 2.4 ppm. 
The pumping equipment , ins ta l led in F e b . 
1949, c o n s i s t s of 130 ft. of 4 - i n . column pipe; 
18-s tage Layne and Bowler tu rb ine pump , No. 
19545, having an ove ra l l length of 7 ft. 9 in . ; 137 
ft. 9 in . of 1/4-in. a i r l ine; 10 ft. of t a i l pipe and 
s t r a i n e r ; 5 -hp . e l e c t r i c m o t o r . 
Before the pump was in s t a l l ed the w a t e r l eve l 
was 66 ft. below the pump b a s e . After the pump 
ins t a l l a t ion , the pump was s t a r t e d and af ter 10 -
minu t e s pumping the drawdown was 36 ft. 
Pumpage for the vi l lage supply i s e s t i m a t e d 
to a v e r a g e 29,700 gpd. 
LABORATORY NO. 115,683 
I l l ino is State Water Survey - Bul le t in No. 40 
A public w a t e r supply w a s ins t a l l ed by the 
City of Wenona (967) in 1895. 
At that t i m e a wel l was d r i l l e d to a depth of 
1857 ft. and w a s loca ted about one-ha l f b lock 
wes t of the m a i n b u s i n e s s d i s t r i c t (or a p p r o x i -
m a t e l y 1450 ft. S. and 900 ft. W. of the N. E. c o r -
ne r of Sect ion 24, T. 30 N. , R. 1 E . ) . Ground 
surface e l eva t ion is 695± ft. The hole and cas ing 
d i a m e t e r r e c o r d i s shown in Table 1 . 
TABLE 1 
Hole R e c o r d 
6- in . f r o m 496 to 1114 ft. 
4 - i n . f r o m 1114 to 1857 ft. 
Cas ing R e c o r d 
12- in . cas ing f r o m 0 to 110 ft. 
9 - in . cas ing f rom 110 to 496 ft. 
The wel l w a s or ig ina l ly equipped with a Downey 
doub le -ac t ing d e e p - w e l l pump with a 5 3 / 4 - i n . by 
24- in . cy l inder a t t ached to 252 ft. of 6- in . d r o p 
p ipe , below which was 20 ft. of 4 - i n . suct ion p i p e . 
In M a r . 1915 the non-pumping w a t e r l eve l 
was 125 ft. be low the s u r f a c e , and in D e c . 1916 
the w a t e r l eve l w a s 152 ft. F o r s e v e r a l mon ths 
i t was n e c e s s a r y to pump cont inuously in o r d e r 
to supply a demand rang ing f r o m 32,000 gpd. in 
May to 62,000 gpd. in Oct . In Oct . 1922 a p r o -
duct ion t e s t w a s m a d e by the State Wate r Survey . 
Before t h e t e s t s t a r t e d , the w a t e r l eve l was 156 
ft.; and af ter pumping 4 1/2 h r . at 100 g p m . , the 
w a t e r was d r a w n down 92 ft. After pumping was 
s topped, the w a t e r l eve l r e t u r n e d to 156 ft. in 
4 3 /4 h r . 
In May 1930 the non-pumping w a t e r l eve l w a s 
160 ft. , and the w a t e r w a s d r a w n down 100 ft. 
while pumping at 65 gpm. Due to the fact tha t a t 
di f ferent t i m e s dur ing p r e v i o u s y e a r s two pump 
c y l i n d e r s had been los t in the we l l , the pump 
r o d s w e r e b r eak ing f requen t ly , m i n o r c a v e - i n s 
were causing m u r k y w a t e r , and the lower ing of 
the pump gave o n l y t e m p o r a r y r e l i e f t o the d e -
m a n d which w a s p r o g r e s s i v e l y i n c r e a s i n g , a n 
a t t empt was m a d e to supplement the supply . 
The wel l h a s been capped and abandoned but 
not filled in . 
In 1930 a we l l was dug for the c i ty to a depth 
of 50 ft. by Mike E b e r t , Washington , and loca ted 
n e a r the deep w e l l . After a few mon ths the dug 
WENONA 
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wel l caved in . A tubu la r wel l was t hen d r i l l ed 
on Spence r St. about 600 ft. w e s t and 1950 ft. 
south of the deep w e l l . The wel l was 50 ft. deep 
and c a s e d wi th 6 - in . pipe to the top of the sand at 
47 ft. The sand w a s s c r e e n e d with 6- in . p e r -
fo ra t ed p ipe . A 4 - i n . P o m o n a t u r b i n e pump w a s 
i n s t a l l ed r a t e d a t 50 gpm. aga in s t the e leva ted 
tank p r e s s u r e . The non-pumping w a t e r l eve l 
w a s r e p o r t e d to be 28 ft. below the s u r f a c e , and 
the d rawdown w a s e s t i m a t e d to be 14 ft. 
In M a r . 1935 the 50-f t . we l l was supplying 
about 2 /3 of the e n t i r e c i ty d e m a n d . The n o n -
pumping w a t e r l eve l in the deep wel l w a s then a t 
165 ft . , and the deep wel l was fu rn i sh ing not over 
65-75 gpm. 
The 50-f t . we l l h a s been capped and abandoned. 
A wel l was d r i l l ed in 1937 by J o s . E g e r e r , 
Mi lwaukee , W i s . , to a depth of 1865 ft. and l o -
cated 50 ft. no r th of the old deep wel l (or a p p r o x i -
m a t e l y 1400 ft. S. and 900 ft. W. of the N. E. 
c o r n e r of Sect ion 24). 
S a m p l e - s t u d y log of we l l d r i l l e d in 1937 furn ished 
by the State Geologica l Survey : 
The wel l was c a s e d with 12- in . pipe f r o m the 
su r face to 346 ft. and with 8- in . pipe f r o m one 
foot above to 1350 1/2 ft. be low the s u r f a c e . 
The pump a s s e m b l y c o n s i s t s of 200 ft. of 4-
2 - Wenona 
in. column pipe; 18-stage Pomona turbine pump, 
No. SP 596, rated at 60 gpm.; the overall length 
of the pump is 9 ft.; 10 ft. of 4-in. suction pipe; 
7 1/2-hp. Westinghouse electric motor. 
On May 11-12, 1937 a production test was 
made under the supervision of the State Water 
Survey. Before the test , the water level was 191 
ft. below the top of the casing; and after pumping 
23 hr . at ra tes of 24 to 27 gpm., the drawdown 
was 107 ft. In Aug. 1937 it was reported that the 
pumping rate was about 50 gpm. In Jan. 1947 
the non-pumping water level was estimated at 
180 ft. 
Analysis of a sample (Lab. No. 108,901) col-
lected Jan. 13, 1947, showed this water to have a 
hardness of 14.9 gr. per gal., a mineral content 
of 1437 ppm., and an iron content of 1.5 ppm. 
Previous and later samples were noted to be of 
similar mineral composition but had a tempera-
ture of 73° F. The character appears to be 
largely typical for water from the St. Peter 
sandstone. 
The pumpage was estimated at 60,000 gpd. 
Test-well , No. 1-47, was completed to a depth 
of 62 ft. in Feb. 1947 by Layne-Western Co., 
Chicago, and located 50 ft. S. and 1320 ft. W. of 
the N. E. corner of Section 25. The ground e le -
vation is 695± ft. The test -well was located 
about 10 ft. from test-hole No. 5-47 and 350 ft. 
from test-hole 4-47. 
Test-well No. 1-47 was cased with 8-in. pipe 
from ground surface to 45 ft. and with 6-in. pipe 
from 1 ft. above to 55 ft. below ground level. A 
6-in. Keystone wirewound screen was set from 
55 to 61 ft. The screen had No. 30 slot openings. 
A production test was made on Feb. 10, 1947 
using State Water Survey calibrated measuring 
equipment. Pumping was started at a rate of 
about 45 gpm., but broke suction almost im-
mediately. The discharge valve was throttled to 
25 gpm., giving a fairly steady flow, with the 
water level at the bottom of the pump suction, 
55 ft. below ground level. After 2 1/2-hr. pump-
ing the drawdown was 43 ft. from a non-pumping 
water level of 12 ft. below ground level. Two 
minutes after stopping the pump the water level 
was 12.75 ft. 
Well No. 5 was completed to a depth of 61 ft. 
in Oct. 1947 by Layne-Western Co. and located 
17 ft. south of test-well No. 1-47. The dri l ler 
reported that sand and gravel were encountered 
from 48 to 61 ft. The well was gravel-packed 
with 20-in. od. outer casing from 2 ft. above to 
53 ft. below ground level and 10-in. id. inner 
casing from 2 ft. above to 51 ft. 8 in. below ground 
level. Below the 6-in. casing was 10 ft. 1 in. of 
10-in. id. Layne No. 6 Everdur bronze shutter 
screen. The bottom 2.5 ft. of screen was a 10-
in. by 17-in. cone section with cutting shoe. A 
6-in. concrete plug was poured in the bottom of 
the screen. About 8 or 9 cu. yd. of 1/8-in. by 
3/8-in. gravel gradations was used to pack out-
side the screen and fill the annular space be -
tween the casings. 
A production test was made on Oct. 9, 1947 
using State Water Survey calibrated measuring 
equipment. Water level observations were made 
in test-well No. 1-47. Pumping was at a fairly 
constant ra te of 98 to 95 gpm. but equilibrium 
could not be maintained. 
Analysis of a sample (Lab. No. 112,134) col-
lected Oct. 9, 1947 after 7-hr. pumping at 95 gpm. 
showed this water to have a hardness of 26.7 gr. 
per gal., a mineral content of 816 ppm., and an 
iron content of 1.8 ppm. 
LABORATORY NO. 108,901 
Illinois State Water Survey - Bulletin No. 40 
The village of West Brooklyn (185) installed 
a public water supply about 1898. 
Water was originally obtained from a well 
drilled in 1898 to a depth of 385 ft. by Ulrick 
Bros . , Lee Center, and located near the south-
west corner of Third and Johnson St. (or approxi-
mately 2640 ft. S. and 675 ft. E. of the N. W. 
corner of Section 8,T. 37 N., R. 1 E.). The su r -
face elevation is 983t ft. The well was cased 
with 5-in. pipe from the surface to about 280 ft. 
and 3 1/2 -in. pipe from 280 to 385 ft. A screen 
was placed at the bottom in sand and gravel. 
In 1903, the well was overhauled by the Amer-
ican Well Works Co. because of the entrance of 
sand into the well. While the well was being r e -
paired in 1913, the pump rods were broken. The 
well was abandoned with the pump left in the well. 
The non-pumping water level at that time was 
reported to be about 150 ft. below the ground 
surface. 
In 1913, following the accident in the village 
well, a well was put into service at F a r m e r s 
Cooperative Elevator Co. located on the east side 
of F i r s t St. between the Chicago, Burlington & 
Quincy R. R. t racks and Johnson St. (or about 
1650 ft. S. and 50 ft. E. of the N. W. corner of 
Section 8). The well is 3 in. in diameter and 375 
ft. deep. In 1917 the non-pumping level was r e -
ported to be 60 ft. below the ground surface. 
Water is pumped by an American Well Works 
2-in. by 24-in. cylinder pump operating with an 
8-in. stroke at 35 spm., attached to 285 ft. of 1 
1/2-in. column pipe and belt-driven by a 10-hp. 
Wagner electr ic motor No. 806134. The pump is 
operated from 8 A. M. to 4 P. M. 
Analysis of a sample (Lab. No. 113,201) col-
lected Jan. 19, 1948 after 1-hr. pumping, showed 
the water from this well to have a hardness of 
16.5 gr. per gal., a residue of 319 ppm., and an 
iron content of 1.5 ppm. 
The village also obtains water from a well 
drilled to a depth of 358 ft. in 1915-1916 by 
Freidenhall and Morey, Aurora, and located 3 ft. 
from the old village well in the pumping station. 
Originally, the casing was 8 in. in diameter to a 
depth of 290 ft. and 6 in. in diameter from 260 
ft. to the bottom with a perforated pipe placed in 
the bottom of the well. It was reported that the 
well terminated in a layer of gravel. In 1918, the 
non-pumping water level was 217 ft. 
In 1937, Henry Albrecht, Ohio, repaired the 
WEST BROOKLYN 
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well, deepened it to 370 ft. and installed new 
casing and screen. The hole and casing were 
reported as shown in Table 1. 
TABLE 1 
Hole Record 
8-in. from surface to 290 ft. 
6-in. from 290 ft. to bottom. 
Casing Record 
8-in. from surface to 280 ft. 
6-in. from surface to 260 ft. 
4-in. from 257 to 305 ft. 
2-in. from 256 to 314 ft. 
2-in. screen (60 mesh) from 314 
to 334 ft. 
1 1/4-in. screen (60 mesh) from 
332 to 350 ft. 
Rubber packers were used throughout. 
Following the repa i rs , the following pump 
assembly was installed: 253 ft. of 3-in. column 
pipe; 4 3/4-in. by 24-in. American Well Works 
cylinder pump rated at 30 gpm. operating at 15 
spm.; 15-hp. Wagner electric motor, operating 
at 1140 rpm. 
On June 29, 1937, the non-pumping water level 
was reported to be 128 ft. below the top of the 
casing. 
Analysis of a sample (Lab. No. 113,202) col-
lected Jan. 19, 1948, showed water from this well 
to have a hardness of 17.2 g r .per gal., a residue 
of 338 ppm., and an iron content of 1.6 ppm. 
Methane gas is known to be present in a high con-
centration in the water from this well. 
Well No. 3 was completed to a depth of 650 
ft. for the village in Feb. 1948 by Dunbar Dri l l -
ing Co., Delta, Ohio, and located 45 ft. east of 
Well No. 1 (or approximately 2640 ft. S. and 720 
ft. E. of the N. W. corner of Section 8). 
A test was made by the dril ler on Feb. 29, 
1948 using a test turbine pump set at 299 ft. and 
317 ft. of air line. Before the tes t , the water 
level was 229 ft. below the top of the casing. 
After 8 1/2-hr. pumping at 159 gpm., the draw-
down was 50 ft. After 12-hr. pumping at 100 gpm., 
the drawdown was 33 ft. and 15 min. after stop-
ping the pump, at the end of the tes t , the water 
level returned to 1 1/2 ft. below the original 
static level. 
2 - West Brooklyn 
P e r m a n e n t pumping equ ipmen t i s not i n -
s t a l l ed . 
Ana lys i s of a s amp le (Lab . N o . 113,672) c o l -
l ec ted F e b . 29, 1948 af ter 4 - h r . pumping a t 145 
gpm. , showed th i s w a t e r to have a h a r d n e s s of 
15.9 g r . p e r ga l . , a r e s i d u e of 295 ppm. , and an 
i r o n content of 5.5 p p m . 
Pumpage i s e s t i m a t e d a t 15,000 gpd. 
The hole and ca s ing r e c o r d i s a s shown in 
Table 2 . 
TABLE 2 
Hole R e c o r d 
10- in . f r o m 0 to 492 ft. 
8 - in . f r o m 492 to 650 ft. 
Cas ing R e c o r d 
10- in . f r o m 0 to 492 ft. 
LABORATORY NO. 113,202 
Sample - s tudy log of Well No. 3 fu rn i shed by the State Geolog ica l Survey: 
West Brook lyn - 3 
LABORATORY NO. 113,672 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
city of West Chicago (3355) in 1896. 
The supply is obtained from 2 drilled wells, 
respectively 875 ft. and 322 ft. in depth. These 
wells are spaced 37 ft. apart and are located 
about 100 ft. south of McConnell Ave. and 220 ft. 
west of Fremont St. (approximately 30 ft. N. and 
600 ft. W. of the S. E. corner of Section 4, T. 39 
N., R. 9 E.). 
The deeper well, now called Well No. 1, was 
drilled in 1896 by the J. P. Miller Artesian Well 
Co., Brookfield, and cased with 12-in. pipe to 
limestone at a depth of 98 ft. below which the 
hole is 8-in. diameter. The elevation of the 
pump base is 774.0 ft. 
It was originally equipped with plunger pumps 
and during a test made in 1922 with a cylinder 
setting of 90 ft. the pump delivered 265 gpm. for 
an hour after almost continuous service. 
The existing pump installation, made in Aug. 
1943, is : 130 ft. of 5-in. column pipe; 8-in., 9-
stage American Well Works turbine pump, No. 
69186, having a rated capacity of 500 gpm. a-
gainst 127 ft. of head; 10 ft. of 5-in. suction pipe; 
130 ft. of 1/4 -in. gi. air line; 20-hp. General 
Electric motor. 
Water levels have been reported in ft. below 
the pump base. 
Analysis of a sample (Lab. No. 110,474) col-
lected May 28, 1947 from the end of the d i s -
charge pipe in the reservoir after 2-hr. pumping 
at 500 gpm. showed this water to have a hardness 
of 23.5 gr. per gal., a residue of 478 ppm., and 
WEST CHICAGO 
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an iron content of 0.7 ppm. The quality is l a rge -
ly typical for water from the limestone in this 
vicinity. 
The shallow well, now called Well No. 2, was 
drilled in 1908. It is located 37 ft. southeast of 
Well No. 1 and is reported cased with 12-in. wi. 
pipe to limestone at a depth of 89 ft. below which 
the hole was finished 8-in. diameter in l ime-
stone. The elevation of the pump base is 773.8 ft. 
In the spring of 1922 when the well was 
equipped with a plunger pump having a cylinder 
setting of 85 ft. the yield was 165 gpm. Well No. 
1 was shut down during the tes t . 
In 1923, this well was equipped with a 500 
gpm. turbine pump and the operation of the iden-
tical units was alternated. 
Observations of water levels in both wells 
made over a period of years indicated identical 
levels and influences between the wells. How-
ever , in the spring of 1947, a wide disparity in 
water levels was observed and the influence be -
tween the 2 wells was no longer detected. On 
May 26, 1947, the non-pumping water level in 
Well No. 2 was 82 ft. below the pump base and 
on June 26, 1947 after 1-hr. pumping at 500 gpm. 
the pumping water level was 100 ft. 
The existing pump installation, made in 1944, 
is : 130 ft. of 5-in. column pipe; 8-in., 9-stage 
American Well Works turbine pump, No. 70032, 
having a rated capacity of 500 gpm. against 127 
ft. of head; 10 ft. of 5-in. suction pipe; 130 ft. of 
1/4-in. gi. air line; 25-hp. General Electr ic 
motor. 
Analysis of a sample (Lab. No. 110,809) col-
lected June 26, 1947, from the end of the d i s -
charge pipe in the reservoir after 1-hr. pumping 
at 500 gpm. showed this water to have a hardness 
of 28.3 gr. per gal., a residue of 600 ppm., and 
an iron content of 1.4 ppm. 
Water pumped from either well is chlorin-
ated. 
Pumpage is estimated to average 400,000 gpd. 
with a minimum of 300,000 gpd. 
2 - West Chicago 
LABORATORY NO. 110,474 
LABORATORY NO. 110,809 
I l l ino i s Sta te Water Survey - Bul le t in No. 40 
A publ ic w a t e r supply was i n s t a l l ed by the 
v i l lage of Wes t Dundee (1831) in 1895. 
Wate r i s ob ta ined f r o m s p r i n g s loca ted a t t he 
foot of h i l l s ide s lopes in E a s t Dundee n o r t h e a s t 
of the i n t e r s e c t i o n of h ighway Routes 63 and 72. 
The outflow of t h e s e s p r i n g s i s f r o m g r a v e l 
and is co l lec ted in a l ine of sewer pipe la id with 
open j o i n t s . The o r ig ina l i n s t a l l a t i o n cons i s t ed 
of about 400 ft. of t i le la id at depths of 12 to 15 
ft. be low the ground su r face s t a r t i n g about 50 ft. 
E. of h ighway 63 and cont inuing e a s t and then 
following the slope o f " E a s t H i l l " to the n o r t h . 
The y ie ld b e c a m e too s m a l l to supply the publ ic 
d e m a n d by 1922 and about 400 ft. of addi t iona l 
t i l e w e r e la id at dep ths of 4 to 8 ft. following the 
e a s t r i g h t - o f - w a y of highway 63 . Th i s l ine of 
t i l e and the l ine f r o m the old supply d i s c h a r g e 
into a manho le loca ted about 300 ft. n o r t h e a s t of 
the i n t e r s e c t i o n of Rou tes 63 and 72 and 50 ft. 
e a s t of Route 63 (or a p p r o x i m a t e l y 1000 ft. N. and 
2000 ft. E. of the S. W. c o r n e r of Sect ion 23 , T. 
42 N . , R. 8 E . ) . F r o m the manho le a pipe is la id 
to the c o n c r e t e r e s e r v o i r . An overf low pipe i s 
p rov ided a t the m a n h o l e . 
The w a t e r flows f r o m the r e s e r v o i r by g r a v -
i ty t h r o u g h a 10- in . pipe to the pumping s t a t ion 
WEST DUNDEE 
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on the wes t bank of the F o x R i v e r about 200 ft. 
south of Route 72. 
An e s t i m a t e of the a v e r a g e r a t e of flow f r o m 
the s p r i n g s to the r e s e r v o i r w a s obtained on Aug. 
18 and 19, 1947 when pumping was s topped. The 
r e s e r v o i r f i l led f r o m a depth of 14 to 4 ft. in 8 h r . 
t i m e , or a t an a v e r a g e r a t e of 370 gpm. 
Excep t dur ing e x c e s s i v e p e r i o d s of w i t h -
d r a w a l f r o m the r e s e r v o i r , the s p r i n g s flow to 
was t e f r o m the manhole s h o r t l y af ter pumping 
h a s s topped. 
A n a l y s i s of a s amp le (Lab . No. 111,399) c o l -
l e c t e d Aug. 4 , 1947 f r o m the sand t r a p above the 
manho le when t h e r e w a s no flow to was t e f r o m 
the m a n h o l e , showed t h i s w a t e r to have a h a r d -
n e s s of 20.0 g r . pe r g a l . , a r e s i d u e of 387 p p m . , 
and a t r a c e of i r o n . 
All w a t e r for the publ ic supply i s c h l o r i n -
a ted a t t he pumping s t a t ion . 
M e t e r e d p u m p a g e , for the ca l enda r y e a r s of, 
1942 to 1946, i nc lu s ive , a v e r a g e d 174,750 gpd. 
P u m p a g e for Aug. 1947 a v e r a g e d 305,130 gpd. 
with 2 peak days of 414,000 ga l . e a c h . 
LABORATORY NO. 111,399 
Illinois State Water Survey - Bulletin No. 40 
Water works were established in Western 
Springs (4856) about 1895 when several springs 
in a low swampy area near the southwestern 
limits of the village were developed as a source 
of supply. 
These springs became inadequate to meet 
the public supply and were abandoned in 1914 when 
a well, 2046 ft. deep, was completed near the 
springs. This well furnished the public supply 
until 1924 when it was abandoned due to the 
hardness and mineral qualities of i ts water. 
A second well, now called No. 1, 385 ft. deep, 
was drilled in 1924 by S. B. Geiger, Chicago. It 
is located on Wolf Rd. on the south side of the 
Chicago, Burlington & Quincy R. R. t racks (or 
approximately 1900 ft. N. and 100 ft. E. of the 
S. W. corner of Section 5, T. 38 N., R. 12 E.). 
The ground elevation is 670± ft. 
This well is reported to be cased with 16-in. 
od. pipe to a depth of 60 ft. below which the hole 
is 15 1/2 in. in diameter . 
When the well was completed, water was 
pumped for 24 hr . , and the yield increased from 
200 to 800 gpm. The drawdown was 11 ft. from 
a non-pumping water level of 40 ft. below the 
top of casing. Subsequent non-pumping water 
levels were reported as follows: 49 ft. on Sept. 
5, 1927; 58 1/2 ft. on Jan. 9, 1931; 56 ft. in May 
1942. A pumping water level of 80 ft. was r e -
ported in Oct. 1942. The production rate was 
reported to be 680 gpm. on May 22, 1940 and 
about 550 gpm. on May 6, 1946. 
The pumping equipment, installed in June 
1947, consists of 116 ft. of 8-in. column pipe; 
12-in., 4-stage Layne-Bowler turbine pump, 
Shop No. 3316, having an overall length of 4 ft. 
and rated at 500 gpm.; 142 1/2 ft. of air line; 20 
ft. of 6-in. suction pipe; 25-hp. Howell electric 
motor. This pump was reported to have de-
livered 600 gpm. against 13 ft. of head. The 
pump base is in a pit about 4 ft. below the su r -
face of the ground. The pump, removed in June 
1947, replaced a 6-stage turbine which had been 
installed in 1931. The older pump was rated at 
500 gpm. against 160 ft. of head. 
Analysis of a sample (Lab. No. 106,409) col-
lected from the pump discharge on May 6, 1946 
after 3 1/2-hr. pumping at 550 gpm., showed the 
water from this well to have a hardness of 64.5 
gr. per gal., a residue of 1374 ppm., and an iron 
content of 2.9 ppm. 
WESTERN SPRINGS 
Cook County 
Oct. 18, 1948 
The well is still in service and has been the 
source of a large part of the public water supply 
since i ts construction. 
Attempts were made in 1928 and 1929 to de -
velop an additional source of water with a softer 
quality. One test hole was drilled on Hillgrove 
St. 2 blocks west of the water tower and approxi-
mately 100 ft. north of the Chicago, Burlington & 
Quincy R. R. (or approximately 1600 ft. N. and 
2200 ft. E. of the S. W. corner of Section 6) at a 
ground elevation of 662± ft. 
The hole was drilled into rock at a depth of 
82 ft. after sand was encountered between depths 
of 56 and 67 ft. A well, of the gravel well type, 
was developed by Mr. Bowler near the site of 
the tes t hole. 
The well had a 30-in. diameter casing from 
the surface to a depth of 32 ft.; a 16-in. screen 
between depths of 32 and 45 ft.; and a 10-in. 
diameter screen between depths of 45 and 60 ft. 
A report dated Sept. 30, 1929 stated that by con-
tinuous pumping, or by forcing water back into 
the well, or other methods of development, failed 
to show any large amount of water in the sand 
and gravel. After 2 or 3 weeks work a sudden 
flow of water appeared, which was estimated to 
be 800 to 1000 gpm. The analysis indicated that 
the water originated in the limestone and, from 
a mineral standpoint, did not constitute a sa t i s -
factory public supply. 
A fourth well, now called No. 2, was drilled 
by D. L. Showalter, Western Springs, in 1930 to 
a depth of 313 ft. It is located in the northeast 
corner of Johnson and Hillgrove Ave. (or ap-
proximately 2150 ft. N. and 400 ft. E. of the S.W. 
corner of Section 5) on ground having an eleva-
tion of 674± ft. 
This well is reported to be cased to limestone 
at a depth of 35 ft. with 15-in. pipe below which 
the hole is 15 in. in diameter. 
After completion of the well, the production 
was reported to be 500 gpm. with a drawdown of 
22 1/2 ft. from a water level of 61 1/2 ft. below 
the top of the well. The specific capacity of the 
well remained at 22 gpm. per ft. of drawdown for 
all r a tes of discharge between 200 and 500 'gpm. 
In 1931 it was reported that the non-pumping 
water level in Well No. 2 was lowered 5 ft. when 
the pump in Well No. 1 was operating at a rate 
of 500 gpm. 
2 - W e s t e r n S p r i n g s 
C o r r e l a t e d d r i l l e r ' s log of Well No. 2 furnished 
by the State Geologica l Survey: 
Subsequent w a t e r l eve l s below the pump b a s e , 
which is about 7 ft. below the o r ig ina l ground 
s u r f a c e , have b e e n r e p o r t e d as in Tab le 1 . 
TABLE 1 
Well No. 2 is equipped with 127 ft. of 8- in . 
co lumn pipe; 12 3 - s t age Layne t u r b i n e pump 
having a r a t e d capac i ty of 500 gpm. aga ins t 135 
ft. of head; 131 1/2 ft. of a i r l i n e ; 10 ft. of 6- in . 
suct ion p ipe ; 25 -hp . Howell e l e c t r i c m o t o r . On 
Oct . 18, 1948 a new in s t a l l a t i on was being m a d e 
cons i s t ing of 120 ft. of 7- in . co lumn p ipe ; 8 1/2-
in . , 3 - s t a g e Layne t u rb ine pump; 120 ft. of a i r -
l ine ; 20 ft. of suct ion p ipe . The old Howell m o t o r 
would be r e t a i n e d . 
Ana lys i s of a s a m p l e (Lab . No. 106,372) c o l -
l ec ted f r o m the pump d i s c h a r g e on May 1, 1946 
af ter 3 1/3-hr pumping at 500 gpm. , showed t h i s 
w a t e r to have a h a r d n e s s of 56 g r . p e r ga l . , a 
to ta l m i n e r a l content of 1041 p p m . , and an i r o n 
content of 2.8 p p m . T h i s w a t e r is of s i m i l a r 
qual i ty to that obta ined f r o m the 317-f t . and 3 7 5 -
ft. we l l s and i s typ ica l for w a t e r s f r o m t h i s depth 
in t h i s v ic in i ty . 
Th i s we l l i s s t i l l in ac t ive s e r v i c e and i s now 
housed in the b a s e m e n t of the t r e a t m e n t p lan t 
which was comple t ed and p laced in ope ra t i on d u r -
ing the e a r l y p a r t of 1932. The w a t e r t r e a t m e n t 
c o n s i s t s o f softening, i r o n r e m o v a l , and c h l o r -
ina t ion . 
A s a m p l e (Lab . No. 106,433) of t r e a t e d w a t e r 
was co l l ec ted f r o m a t ap in the t r e a t i n g plant a t 
11:45 a . m . on May 1, 1946. The h a r d n e s s of t h i s 
s ample was found to be 11.4 g r . pe r gal . A 
ch lo r ine r e s i d u a l of 1.0 w a s r e c o r d e d . 
The a v e r a g e combined m e t e r e d pumpage for 
the y e a r s 1943, 1944, and 1945 w a s 411,400 gpd . , 
which v a r i e d f r o m an a v e r a g e win te r pumpage of 
399,510 gpd. to an a v e r a g e s u m m e r pumpage of 
435,860 gpd. 
LABORATORY NO. 106,409 
W e s t e r n Spr ings - 3 
LABORATORY NO. 106,372 
LABORATORY NO. 106,433 
Illinois State Water Survey - Bulletin No. 40 
The village of. Westfield (678) installed a 
public water supply in 1913. 
Water was originally obtained from Well No. 
1, drilled in 1913 to a depth of 155 ft. and located 
at the southeast corner of Washington and Walnut 
St. (or approximately 1800 ft. N. and 50 ft. E. of 
the S. W. corner of Section 29, T. 12 N., R. 14 
W.). The ground surface elevation is 750t ft. 
This well is cased to sandstone at a depth of 
about 40 ft. 
It was reported in 1919 that the non-pumping 
water level was about 45 ft. below the ground su r -
face, and that the well yielded about 9 gpm. The 
pump was operated for about 2 hr . then rested 1 
or 2 hr . In 1921, the non-pumping water level 
was 60 ft. It was reported that the well was not 
used in 1928. A test was made about 1939. 
Equilibrium conditions were not reached, but 
after 1 3/4-hr . pumping at a rate of 18.7 gpm. 
the drawdown was more than 53 ft. below the 
non-pumping water level of 60 ft. below the ground 
surface. 
The pumping equipment, installed in 1944, 
consists of an Aurora Pump Co. turbine pump, 
No. 25484, having a rated capacity of 30 gpm. 
against 180 ft. of head and 50 gpm. against 150 
ft. of head; an 18-in. strainer the bottom of which 
is 2 ft. above the bottom of the well; 3-hp. U. S. 
electric motor. 
Analysis of a sample (Lab. No. 114,981) col-
lected June 8, 1948 showed the water to have a 
hardness of 5.2 gr. per gal., a residue of 287 
ppm., and an iron content of 0.4 ppm. 
The sample was collected from the overflow 
of the top tray at the aera tor . Well No. l i s in 
operation about 12 hr . daily delivering an es t i -
mated rate of 8 gpm. the present capacity of the 
well. 
Well No. 2 was constructed in 1920 by Richard 
Thomas at a location on the north side of Mill 
Creek about 0.35 mile north of Well No. 1 and on 
the west side of North Washington St. (or approxi-
mately 1700 ft. S. and 100 ft. W. of the N. E. 
corner of Section 30). The ground surface e l e -
vation is 700± ft. 
The well was constructed under the super-
vision of G. M. Collins, Street Commissioner. 
At the top of the well is a reservoi r 19 1/2 ft. in 
diameter and 19 ft. deep. At the bottom of the 
reservoir is a well dug 10 ft. in diameter to a 
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depth of 31 ft. below the ground surface. Two 
holes were drilled in the bottom, with the hole 
to the west 140 ft. total depth, and the hole to the 
east 72 ft. total depth. The westerly hole was 
cased with 10-in. pipe from the top of the 10-ft. 
diameter section of the well to a total depth of 
30 ft. below the ground surface; with 8-in. pipe 
from 30 to 70 ft.; and with 6-in. pipe from 70 to 
140 ft. The casing in the easterly hole is 10 in. 
in diameter from the top of the 10 ft. section of 
the well to a total depth of 30 ft., and with 8-in. 
pipe from 30 to 72 ft. It was reported that the 
westerly hole yielded no water. 
Correlated d r i l l e r ' s log of Well No. 2 furnished 
by the State Geological Survey: 
The well is equipped with a Burks cen t r i -
fugal pump driven by a 3-hp. Wagner electric 
motor. 
In 1923, this well was estimated to produce 
about 8500 gpd. In 1928, it was reported that the 
pump was operated about 50 minutes per day. 
In the spring of 1947, the well was cleaned out 
and now serves as an auxiliary supply unit. The 
well is in service several t imes each week. 
Analysis of a sample (Lab. No. 81638) col-
lected July 16, 1937 showed the water to have a 
hardness of 16.5 gr. per gal., a residue of 392 
ppm., and an iron content of 3.2 ppm. 
An electrical earth resistivity survey was 
made by the State Geological Survey in Mar. , 
1940. The survey covered areas within the vi l -
lage l imits , chiefly in the southwest part of the 
village. Several tes t holes were drilled within 
the village limits in 1940. 
Test Well No. 2, located 50 ft. east of Village 
Well No. 2 was drilled by Hayes and Sims, 
Champaign. The driller estimated a production 
of 25 gpm. The well was not developed. 
Test Well No. 3 was drilled by Hayes and 
Sims, and is located 30 ft. south of Village Well 
No. 1. The dri l ler estimated a yield of 20 gpm., 
but the well was abandoned because of undue in-
terference with Village Well No. 1. The casing 
was pulled and the hole filled. It is now covered 
2 - Westf ie ld 
by the mun ic ipa l bui ld ing . 
Well No. 3 was d r i l l ed to a depth of 150 ft. by 
C o s t and P h i l l i p s , Westf ie ld , and i s located a t the 
s i t e of T e s t Hole No. 5 about 200 ft. w e s t of V i l -
lage Well No. 1. 
Th i s we l l is c a s e d with 10- in . pipe to a depth 
of 96 ft. , and the hole is open below that depth . 
Two 5 0 - l b . c h a r g e s of 60% dynami te w e r e e x -
ploded in the sands tone fo rmat ion) one at a depth 
of 108 ft. and one at a depth of 132 ft. ' 
P u m p i n g equ ipment i s i n s t a l l ed a s fol lows: 
120 ft. of 3- in . co lumn p ipe ; 6 - in . , 12 - s t age 
P o m o n a t u r b i n e pump No. SW 828; 6 ft. o v e r a l l 
l ength , r a t e d at 50 gpm. ; 12 ft. of 3 1/2-in. s u c -
t ion pipe; 2 - h p . West inghouse e l e c t r i c m o t o r . 
T h e r e i s no a i r l ine i n s t a l l e d . 
A product ion t e s t w a s made by the State Water 
Survey on May 6, 1940. E q u i l i b r i u m condi t ions 
w e r e not obta ined, but af ter 5 - h r . 5 2 - m i n . p u m p -
ing , the p roduc t ion had d e c r e a s e d f r o m 24 to 12 
gpm. , and the w a t e r l eve l w a s d r a w n below the 
bo t t om of the suc t ion pipe at a depth of 138 ft. 
The non-pumping w a t e r l eve l a t the t i m e of the 
t e s t was 72 ft. below the top of the c a s i n g . 
The pump i s in o p e r a t i o n 24 h r . da i ly . 
A n a l y s i s of a s amp le (Lab . No. 114,982) c o l -
lec ted June 8, 1948 af ter cont inuous pumping at 
12 g p m . , showed the w a t e r to have a h a r d n e s s of 
5.6 g r . p e r g a l . , a r e s i d u e of 282 p p m . , and an 
i r o n conten t of 2.5 p p m . 
P u m p a g e i s e s t i m a t e d to a v e r a g e 23,000 gpd. 
LABORATORY NO. 114,982 
I l l inois Sta te Water Survey - Bu l l e t in No. 40 
A publ ic w a t e r supply for the v i l l age of W e s t -
mont (3044) was o r i g i n a l l y i n s t a l l ed in 1921 by 
the A. T. Mcin tosh Co . 
Wate r w a s obtained f r o m a wel l d r i l l e d to a 
depth of 840 ft. and loca ted abou t 35 ft. south of 
E . Bur l ing ton A v e . and 35 ft. e a s t of N. L inden 
St. ( a p p r o x i m a t e l y 2400 ft. S. and 450 ft. E. of 
the N. W. c o r n e r of Sect ion 10, T. 38 N., R. 11 
E . ) . 
The e leva t ion of the ground su r f ace was 755± 
ft. T h e wel l was d r i l l e d by Goodfellow & C o . , 
C h i c a g o , and r e p o r t e d to be c a s e d with 8 - in . s t e e l 
pipe to r o c k at a depth of 152 ft. and 6- in . s t ee l 
pipe b e t w e e n dep ths of 152 and 512 ft. F r o m 512 
ft. to the bo t tom the hole d i a m e t e r w a s 6 in . 
The we l l was equipped with an a i r lift having 
20 ft. of 3 - in . and 471 ft. of 2 1/2 - i n . educ t ion 
p ipe , and 491 ft. of 1 1/2-in. a i r l ine . In F e b . 
1924, the non-pumping w a t e r l eve l was below 225 
ft. and when pumping at 55 g p m . the w a t e r l eve l 
was a p p r o x i m a t e l y 275 ft. be low the s u r f a c e . 
T h i s we l l was in s e r v i c e unt i l Sept . , '1926. I t 
h a s been abandoned and i s s ea l ed and c o v e r e d by 
c o n c r e t e floor of the t r e a t i n g p l an t . 
Another we l l , ca l led C a s s Ave . Well , w a s 
c o m p l e t e d in Aug. 1926. I t w a s d r i l l e d as a p r i -
va te v e n t u r e by Layne and B o w l e r , C h i c a g o , and 
w a t e r w a s p u r c h a s e d by the v i l lage unt i l 1934 
when the wel l was a c q u i r e d by the v i l l a g e . The 
wel l is loca ted about 400 ft. south of Chicago 
Ave. and 70 ft. w e s t of C a s s Ave . ( a p p r o x i m a t e l y 
500 ft. S. and 100 ft. W. of the N. E. c o r n e r of 
Sect ion 9) . The e leva t ion of the ground su r f ace 
is 752± ft. 
T h i s we l l was d r i l l e d to a depth of 313 ft. and 
c a s e d with l 6 - i n . o d . pipe to l i m e s t o n e at a depth 
of 120 ft. and a 15- in . ho le to the bo t tom. T h e 
d r i l l e r ' s log showed a p e n e t r a t i o n of 120 ft. of 
dr i f t f o rma t ion followed by 190 ft. of l imes tone 
and 3 ft. of sha le at the bo t tom. 
The non-pumping w a t e r l eve l w a s 100 ft. b e -
low the s u r f a c e and the p roduc t ion was 1000 g p m . , 
on t e s t , when the we l l w a s f in ished. On May 2 3 , 
1927, the flow m e t e r showed a p roduc t ion r a t e of 
660 g p m . P u m p r e p a i r s w e r e m a d e in 1938 and 
the following i n s t a l l a t i on was m a d e : 118 ft. 10 
in . of 1 2 - i n . co lumn p ipe ; 15 - in . , 8 - s t age Layne 
t u r b i n e p u m p , No. 4117 , having a r a t e d capac i t y 
of 600 g p m . a g a i n s t 205 ft. of head at 1200 r p m . ; 
the o v e r a l l length of t h e p u m p is 6 ft. 2 in . ; 20 ft. 
of 6 - in . suc t ion p ipe ; 50 -hp . F a i r b a n k s - M o r s e 
WESTMONT 
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e l e c t r i c m o t o r . 
On Nov. 12, 1938 t h e non-pumping w a t e r l eve l 
w a s 101 ft. be low the pump b a s e and the d r a w -
down w a s 14 in . af ter 3 - h r . pumping at 600 g p m . 
Wate r i s pumped d i r e c t l y t o the d i s t r i bu t i on 
m a i n s and the we l l h a s not b e e n in r e g u l a r s e r v i c e 
s ince the wa te r softening plant was put in o p e r a -
t ion in 1942. The use of the we l l i s l imi t ed to 
e m e r g e n c y o p e r a t i o n s . 
Well No. 3 was d r i l l e d for the v i l lage to a 
dep th of 302 ft. in 1935 by the M i l a e g e r Dr i l l ing 
C o . , Mi lwaukee , W i s . , and loca ted about 35 ft. 
no r th of 55th St. and 15 ft. w e s t of Wi lmet te St. 
( a p p r o x i m a t e l y 70 ft. N. and 1275 ft. E. of the 
S. W. c o r n e r of Sect ion 10). The e leva t ion of the 
ground su r face is 760± ft. 
S a m p l e - s t u d y log of Well No. 3 furn ished by State 
Geolog ica l Survey: 
The wel l was c a s e d with 17- in . od. pipe to a 
depth of 162 1/2 ft. be low which the hole w a s 1 6 -
in . d i a m e t e r to the bo t tom. 
On July 24 , 1935, pumping w a s s t a r t e d at a 
r a t e o f about 400 gpm. but t h i s r a t e r ap id ly d e -
c r e a s e d to the ex ten t tha t af ter 10 m i n . of p u m p -
ing the r a t e was about 35 gpm. Dur ing th i s p e r i o d 
the d rawdown w a s 119 ft. f r o m a non-pumping 
w a t e r l eve l 119 1/2 ft. below the s u r f a c e . 
The wel l cas ing was t hen s lo t ted with 38 
e i g h t - i n . s lo t s be tween depths of 145 and 159 ft. 
t o a d m i t w a t e r f r o m the upper c r e v i c e d l i m e -
stone f o r m a t i o n . 
A p roduc t ion t e s t was m a d e on July 14 -15 , 
1936 by the State Water S u r v e y . After pumping 
at a un i fo rm r a t e of 320 g p m . for 24 h r . t he 
drawdown w a s 28 ft. f r o m a non-pumping w a t e r 
l eve l of 121 1/2 ft. below t h e pump b a s e . 
The ex i s t ing pump i n s t a l l a t i o n , comple t ed on 
June 5, 1947, i s : 160 ft. of 6 - in . co lumn p ipe ; 
2 - Westmont 
10- in . , 8 - s t a g e A m e r i c a n Well Works tu rb ine 
p u m p , No. 60095, having a r a t e d capac i ty of 250 
gpm. aga ins t 280 ft. of head; the o v e r a l l length of, 
the pump is 6 1/2 ft.; 30 ft. of 6- in . suct ion p ipe; 
160 ft. of 1/4-in. copper tubing a i r l ine ; 25 -hp . 
U. S . e l e c t r i c m o t o r . 
On May 26, 1947 the wa te r l eve l was 119 1/2 
ft. below the pump b a s e af ter a 3 -day id le pe r iod . 
On June 6, 1947, a f te r 3 0 - m i n . pumping at 
250 gpm. , the w a t e r l eve l was 143 ft. below the 
pump b a s e . After a 2 5 - m i n . r e s t p e r i o d , the 
non-pumping wa te r l eve l was 122 1/2 ft. 
A n a l y s i s of a s ample (Lab . No. 110,352) c o l -
lec ted May 19, 1947 af te r 5 - h r . pumping at 230 
gpm. showed th i s w a t e r to have a h a r d n e s s of 
29.2 g r . pe r ga l . , a r e s i d u e of 620 p p m . , and an 
i r o n content of 1.5 p p m . 
All w a t e r f r o m the we l l s i s t r e a t e d for i r o n 
r e m o v a l and softened. 
Ana lys i s of a s a m p l e (Lab . No. 110,884) c o l -
lec ted May 19, 1947 showed the t r e a t e d w a t e r to 
have a h a r d n e s s of 1.5 g r . pe r g a l . , a t o t a l m i n -
e r a l content of 610 p p m . , and an i r o n content of 
0.3 ppm. 
F r o m A u g . 1, 1944 to Aug. 1, 1945 the m e t e r e d 
pumpage a v e r a g e d 146,500 gpd. which v a r i e d f r o m 
a win te r m i n i m u m a v e r a g e of 138,000 to a s u m -
m e r m a x i m u m a v e r a g e of 154,000 gpd. 
LABORATORY NO. 110,352 
I l l inois State Water Survey - Bul le t in No. 40 
W a t e r w o r k s w e r e o r ig ina l l y ins ta l l ed by the 
ci ty of Wheaton (7389) about 1890. 
Water was obta ined f rom 2 we l l s spaced about 
20 ft. a p a r t and loca ted on the plant s i te at the 
sou thwes t c o r n e r of L i b e r t y Dr ive and R e b e r St. 
( approx imate ly 1.770 ft. N. and 1800 ft. E. of the 
S. W. c o r n e r of Sect ion 16, T. 39 N . , R. 10 E . ) . 
E a c h wel l was 10 in . in d i a m e t e r and 175 ft. 
d e e p . They p e n e t r a t e d about 110 ft. of dr i f t 
fo rmat ion and 65 ft. of l i m e s t o n e . A shaft 5 ft. 
in d i a m e t e r and 34 ft. deep w a s c o n s t r u c t e d b e -
t-ween the 2 we l l s f rom which connect ions w e r e 
m a d e to the we l l s through t u n n e l s . Two c e n t r i -
fugal p u m p s , each of 630 g p m . capac i ty , w e r e i n -
s ta l l ed in the bo t t om of the shaft and w a t e r w a s 
pumped by suct ion lift. The non-pumping w a t e r 
l eve l in Aug. 1917 was about 26 ft. below a ground 
sur face e leva t ion of a p p r o x i m a t e l y 743 i ft. The 
pumping l eve l was 40 ft. l o w e r . 
T h e s e we l l s w e r e the s o u r c e of the e n t i r e 
publ ic supply unti l 1930. The pumps w e r e r e -
moved f r o m the shaft , and the no r th we l l , ca l led 
No. 1 , w a s abandoned. The south we l l , ca l led No. 
2 w a s equipped with a t u rb ine pump having a 
r a t e d capac i ty of 900 gpm. which w a s se t at a 
depth 112 ft. below a b a s e e l eva t ion of 748.7 ft. 
The ex i s t ing pump ins t a l l a t i on made in J a n . 
1945 i s : 112 ft. of 7- in . co lumn p ipe ; 10- in . , 7-
s tage Layne tu rb ine p u m p , No. 5774, having a 
r a t e d capac i ty of 900 g p m . aga ins t 125 ft. of head; 
the o v e r a l l length of the p u m p is 5 ft. 10 in . ; 30 
ft. of 6- in . suct ion p ipe ; 112 ft. of 1/2-in. a i r 
l ine ; 4 0 - h p . U. S . e l e c t r i c m o t o r . 
On Oct . 3 , 1946, the non-pumping w a t e r l eve l 
when a l l w e l l s w e r e idle was 47 ft. be low the pump 
b a s e . On May 28, 1947, when Well No. 3 was in 
o p e r a t i o n , the non-pumping w a t e r l eve l was 52 ft. 
Well No. 3 w a s d r i l l ed in 1930 by Thorpe 
B r o s . Wel l C o . and loca ted 15 ft. no r th and 25 ft. 
w e s t of the no r thwes t c o r n e r of R e b e r St. and 
Willow Ave . ( app rox ima te ly 1650 ft. N. and 1850 
ft. E. of the S. W. c o r n e r of Sect ion 16). The 
e leva t ion of the ex i s t ing pump b a s e is 739.3 ft. 
The wel l w a s d r i l l ed to a depth of 184 ft. 
A 38 - in . s t e e l cas ing ex t ends f r o m 3 ft. b e -
low the ground su r face to a depth of about 55 ft. 
The top of t h i s cas ing is e m b e d d e d in the c o n -
c r e t e pump foundation while the bo t tom o v e r l a p s 
a 2 4 - i n . cas ing which ex tends be tween dep ths of 
47 and 57 ft. A 24- in . m e t a l s c r e e n (g r ave l 
packed) was p laced be tween dep ths of 57 and 81 
WHEATON 
Du P a g e County 
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ft., and 24 - in . b lank pipe be tween dep ths of 81 
and 89 ft. A 20- in . ca s ing ex t ends f r o m a depth 
of 84 ft. to a s ea t in the top of the l i m e s t o n e at a 
depth of 113 1/2 ft. The annu la r space be tween 
the 20- in . and 24- in . p ipes was s e a l e d with c o n -
c r e t e be tween depths of 84 and 89 ft. Below the 
20- in . ca s ing the hole was 16 in . in d i a m e t e r to 
167 ft. and 12 in . f r o m 167 ft. to the bottom. 
A capac i t y t e s t was m a d e upon comple t ion of 
the wel l on F e b . 26, 1930. When pumping at 1040 
gpm. the drawdown was 85 1/2 ft. f r o m a n o n -
pumping w a t e r l eve l of 32 ft. below the g round 
s u r f a c e . 
The ex i s t ing pump i n s t a l l a t i o n , m a d e in 1940, 
i s : 107 1/2 ft. of 10- in . co lumn pipe; 14 - in . , 5-
s tage P e e r l e s s t u rb ine pump having a r a t e d c a -
pac i ty of 1000 gpm. a g a i n s t 126 ft. of head ; the 
o v e r a l l length of the pump is 5 ft. 6 in . ; 10 ft. of 
8- in . suc t ion p ipe; 113 ft. of 1/4-in. a i r l ine ; 
50 -hp . G e n e r a l E l e c t r i c m o t o r . 
On Oct . 3 , 1946 the non-pumping w a t e r l eve l 
w a s 37 ft. below the pump b a s e when a l l w e l l s 
w e r e i d l e . 
A n a l y s i s of a s amp le ( L a b . No. 110,473) c o l -
lec ted May 28 , 1947 af ter 3 - h r . pumping at 1040 
gpm. showed t h i s w a t e r to have a h a r d n e s s of 
19.6 g r . p e r ga l . , a r e s i d u e of 405 p p m . , and an 
i r o n content of 0.5 p p m . A s l ight d e g r e e of 
a e r a t i o n a t the reservoi r r e d u c e s the H2S content . 
Well No. 4 was d r i l l e d to a depth of 35b ft. by 
L a y n e - W e s t e r n C o . , Ch icago , in 1946 and loca ted 
about 40 ft. south of L i b e r t y Dr ive and 25 ft. e a s t 
of C r o s s St. ( app rox ima te ly 1830 ft. N. and 1700 
ft. E. of the S. W. c o r n e r of Sect ion 16). The 
e l eva t ion of the t e m p o r a r y pump b a s e is 744.9 ft. 
C o r r e l a t e d d r i l l e r ' s log of Well No. 4 furn ished 
by the State Geologica l Survey : 
2 - Wheaton 
The wel l was c a s e d with 18 5 / 8 - i n . od. pipe 
to l i m e s t o n e below which the hole was finished 
15 in . in d i a m e t e r to the bo t tom. 
A p roduc t ion t e s t was m a d e by the State Water 
Survey on Oc t . 3 1 , 1946 be tween 10 A. M. and 
5:45 P . M. Dur ing t h i s pe r i od the t e s t pump was 
shut down 3 t i m e s for i n t e r v a l s of 3, 45 , and 5 
m i n . due to m o t o r t r o u b l e , and Wel l s No. 2 and 
No. 3 w e r e pumped i n t e r m i t t e n t l y . When p u m p -
ing a t r a t e s of 840 to 985 g p m . the drawdown w a s 
about 36 1/2 ft. f r o m a non-pumping w a t e r l eve l 
of 43 1/2 ft. be low the pump b a s e when Wel ls No. 
2 and No. 3 w e r e n o n - o p e r a t i v e . I n t e r f e r e n c e 
f r o m Wel ls No. 2 and No . 3 when each is pumped 
s i m u l t a n e o u s l y at a r a t e of 1000 gpm. i n c r e a s e d 
the drawdown in Well No. 4 f r o m 5 to 10 ft. 
On May 28 , 1947, the wel l had not been e-
quipped for pumping but the following pumping 
equ ipment was on o r d e r : 150 ft. of 10- in . co lumn 
p ipe ; 1 2 - i n . , 4 - s t a g e Layne t u rb ine pump des igned 
for a r a t e d capac i ty of 1500 gpm. aga in s t 150 ft. 
of head at 1750 r p m . ; 10 ft. of 10- in . suc t ion 
p ipe ; 160 ft. of 1/4-in. copper tubing a i r l ine ; 
75 -hp . G e n e r a l E l e c t r i c m o t o r . 
The combined m e t e r e d pumpage f r o m Aug. 
1, 1943 to Aug. 1, 1945 a v e r a g e d 715,400 gpd. , 
which v a r i e d f r o m a win te r m i n i m u m a v e r a g e of 
685,000 to a s u m m e r m a x i m u m a v e r a g e of 
851,000 gpd. 
LABORATORY NO. 110,473 
I l l inois Sta te Water Survey - Bul le t in No. 40 
Wheaton F a r m s (un incorpora ted) i s a n Ar thu r 
F . Mcintosh C o . subdivis ion loca ted about one 
m i l e n o r t h of Wheaton. A publ ic w a t e r supply 
was ins t a l l ed under the owne r sh ip of the Subu r -
ban Water Co . Water i s fu rn i shed to 65 h o u s e s . 
Water is obta ined f r o m a wel l d r i l l ed to a 
depth of 321 ft. and located about 320 ft. south of 
Geneva Rd. and 320 ft. e a s t of P r e s i d e n t St. (or 
a p p r o x i m a t e l y 350 ft. S. and 350 ft. E. of the 
N. W. c o r n e r of Sect ion 10, T. 39 N . , R. 10 E . ) . 
The ground sur face e l eva t ion is 770± ft. The 
wel l w a s c a s e d with 6- in . pipe to l i m e s t o n e , b e -
low which the hole d i a m e t e r w a s 6 in . 
The pump ins ta l l a t ion , m a d e in August 1936, 
WHEATON FARMS 
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c o n s i s t s of 130 ft. of 3 - in . od. co lumn pipe; 6 - in . , 
16 - s t age P o m o n a tu rb ine p u m p , No. N 3356, 
having an o v e r a l l length of 80 i n . , and a r a t e d 
capac i ty of 40 gpm. aga in s t 180 ft. of head at 
1750 r p m . ; 100 ft. of 1/4-in. g i . a i r l ine ; 5 - h p . 
G e n e r a l E l e c t r i c m o t o r . A new p u m p , i den t i ca l 
with the o ld , was on hand for r e p l a c e m e n t in 
June 1947. 
A n a l y s i s of a s amp le (Lab . No . 110,604) c o l -
lec ted June 9, 1947 af ter 3 - m i n . pumping at 40 
gpm. showed th i s w a t e r to have a h a r d n e s s of 
21.5 g r . pe r g a l . , a r e s i d u e of 456 p p m . , and an 
i r o n content of 1.2 p p m . 
P u m p a g e i s e s t i m a t e d to a v e r a g e 8000 gpd. 
LABORATORY NO. 110,604 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was placed in service 
by the village of Wheeling (550) in Mar. 1927. 
Water for the public supply is obtained from 
a well located at the southwest corner of Mil-
waukee Ave. and Center St. (or approximately 
180 ft. S. and 60 ft. E. of the N. W. corner of 
Section 12, T. 42 N., R. 12 E.). The elevation of 
the ground surface is 647± ft. 
The well was drilled by F. M. Gray, J r . , 
Chicago, in Dec. 1926, to a depth of 200 ft. 
Sample-study log of well drilled in 1926 furnished 
by the State Geological Survey: 
It is cased with 12-in. wrought-iron pipe to a 
WHEELING 
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depth of 100 ft. below which the bore is 10 in. in 
diameter. After completion of the well, water 
was pumped at a rate of 150 gpm. The resultant 
drawdown was 20 ft. from a non-pumping water 
level of 15 ft. below the pump base. 
The well is still equipped with the same 
double-acting Luitweiler pump and 10-hp. F a i r -
banks-Morse electric motor as installed in 1927. 
The pump has a 6 3/4-in. diameter cylinder 
placed 80 ft. below the pump house floor and is 
operated with a 15-in. stroke at 27 rpm., a d i s -
placement of 125 gpm. The water is not treated. 
Analysis of a sample (Lab. No. 106,248) col-
lected Apr. 19, 1946 at the pump discharge after 
6 1/2-hr. pumping at a rate considerably less 
than original capacity, showed this water to have 
a hardness of 14.4 gr. per gal., a residue of 460 
ppm., and an iron content of 0.1 ppm. A sample 
collected in 1928 was of similar character but 
of 9.2 gr. per gal. hardness. A slight odor of 
hydrogen sulfide was reported at the time of 
collection of both samples. This quality of water 
is not unusual for waters from this depth in this 
vicinity. 
LABORATORY NO. 106,248 
I l l ino i s State Water Survey - Bul le t in No. 40 
White P i n e s F o r e s t State P a r k ( f o r m e r l y 
Ogle County P ine F o r e s t P a r k ) ob ta ins w a t e r 
f r o m 2 w e l l s . 
Well No. 1 was d r i l l e d in 1930 to a depth of 
300 ft. by W. A. E a t i n g e r , P o l o , and loca ted on 
the wes t s ide of P ine C r e e k , about 600 ft. south 
of the Ch icago , Bur l ing ton , and Quiney R. R. 
(or a p p r o x i m a t e l y 2500 ft. N. and 1000 ft. E. of 
the S. W. c o r n e r of Sect ion 9, T. 23 N. , R. 9 E . ) . 
The su r f ace e levat ion i s 740 t ft. 
S a m p l e - s t u d y log of Well No. 1 furnished by the 
State Geologica l Survey : 
The wel l i s c a s e d with 8- in . p ipe f rom the 
su r face to 27 ft. and 6- in . pipe f r o m su r f ace to 
175 ft. The hole is 6 in . in d i a m e t e r f r o m 175 to 
300 ft. 
The wel l is equipped as follows: 140 ft. of 3 
1 /2- in . co lumn pipe; Kewanee P r i v a t e Ut i l i t i es 
cy l inder p u m p , No. 15637, Type H 34 J, having a-
10- in . s t roke opera t ing at 30 spm. ; 10 ft. of 3 - in . 
suct ion p ipe ; 2 -hp . G e n e r a l E l e c t r i c m o t o r . 
A n a l y s i s of a s ample ( L a b . No. 73520) c o l -
lec ted Sept . 19, 1933, showed t h i s w a t e r to have 
a h a r d n e s s of 19.0 g r . p e r g a l . , a r e s i d u e of 333 
p p m . , and an i r o n content of 2.4 p p m . 
P u m p a g e i s e s t i m a t e d to a v e r a g e 500 gpd. 
WHITE PINES FOREST 
STATE PARK 
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Well No. 2 w a s d r i l l e d in 1935 to. a dep th of 
450 ft. by C. W. V a r n e r , Dubuque, Iowa, and l o -
ca ted a t the nor th end of the p a r k club house (o r 
a p p r o x i m a t e l y 1900 ft. N. and 2500 ft. W. of the 
S. E. c o r n e r of Sect ion 9). 
The hole and ca s ing r e c o r d a r e shown in 
T a b l e 1. 
TABLE 1 
Hole R e c o r d 
8 - in . f r o m s u r f a c e to 250 ft. 
6 - in . f r o m 250 to 450 ft. 
Cas ing R e c o r d 
6- in . f r o m su r f ace to 250 ft. 
The wel l is equipped as fol lows: 100 ft. of 
3 1/2- in . co lumn p ipe ; 6 - in . 1 0 - s t a g e low c a p a c -
i ty P o m o n a p u m p , No. S R - 6 0 5 , r a t e d a t 50 g p m . 
aga in s t 120 ft. of head ; 10 ft. of 3 1/2-in. suc t ion 
pipe and s t r a i n e r ; 100 ft. of 1 /4- in . a i r l ine ; 3-
h p . West inghouse m o t o r ope ra t ing a t 1760 r p m . 
The p u m p is se t in a p i t 12 ft. d e e p . 
In 1937, C. W. V a r n e r m a d e a p roduc t ion t e s t 
and r e p o r t e d tha t , when pumping a t 65 g p m . , the 
d rawdown w a s 7 ft. f r o m a non-pumping l eve l of 
80 ft. 
A n a l y s i s of a s a m p l e ( L a b . No. 112,652) c o l -
lec ted f r o m a s e r v i c e t a p n e a r the we l l on Nov. 
2 1 , 1947 af te r 1-hr . pumping a t 65 g p m . , showed 
t h i s w a t e r to have a h a r d n e s s of 14.8 g r . p e r g a l . , 
a r e s i d u e of 277 p p m . , and an i r o n content of 0.2 
p p m . 
P u m p a g e i s e s t i m a t e d to a v e r a g e 10,000 gpd. 
LABORATORY NO. 112,652 
I l l inois S ta te Water Survey - Bul le t in No. 40 
A publ ic w a t e r supply w a s i n s t a l l ed by the 
v i l l age of Wil l iamsf ie ld (470) in 1939. 
The loca t ion of Well No. 1 w a s d e t e r m i n e d 
f r o m a n e l e c t r i c a l e a r t h r e s i s t i v i t y s u r v e y m a d e 
in 1938 by the State Geologica l Su rvey . After the 
s u r v e y , 32 auger ho l e s and 4 t e s t we l l s w e r e 
b o r e d and d r i l l e d in the va l l ey flat and along the 
a l l ev i a l t e r r a c e s on the south s ide of Spoon R i v e r 
j u s t e a s t of Sta te Highway No. 180. The wel l was 
c o n s t r u c t e d by Sewel l Well C o . , St. L o u i s , Mo. , 
in the flood pla in of Spoon R i v e r , about 1 1/2 
m i l e nor th of Wil l iamsf ie ld (or a p p r o x i m a t e l y 
1150 ft. S. and 2750 ft. E. of the N. W. c o r n e r of 
Sec t ion 14, T. 11 N . , R. 4 E . ) . The wel l was dug 
10 ft. s q u a r e to a depth of 19.1 ft. 
A c o n c r e t e s lab of 1 ft. t h i c k n e s s was c a s t 
with the bo t tom of the s lab at 19.1 ft. below the 
s u r f a c e . An 8- in . c i r c u l a r b r i c k wa l l , 6 ft. in 
d i a m e t e r , was buil t up f r o m the top of the s lab 
to a he igh t of 10.8 ft. The b r i c k w a s laid without 
m o r t a r up to 8.1 ft., and the top 2.7 ft. of b r i c k 
w a s laid in m o r t a r . The annu la r space be tween 
the b r i c k wal l and the excava t ion w a s filled with 
washed g r a v e l to an e l eva t ion of 9.5 ft. above the 
top of the c o n c r e t e s l ab , and 1.3 ft. l a y e r of c lay 
w a s p laced on top of the g r a v e l . The e levat ion of 
the top of the b r i c k is 587 ft. 
The pumping equ ipment c o n s i s t s of 6- in . , 6-
s tage P o m o n a LC tu rb ine p u m p , No. SU 1898; 
5 -hp . Wes t inghouse m o t o r r a t e d a t 1735 r p m . 
The pump is ev ident ly se t n e a r the bo t t om of the 
w e l l , and to be o p e r a t e d at a r a t e of 13 g p m . It 
i s s ta ted t ha t when pumping a t a h igher r a t e , the 
wel l i s pumped d r y . 
In July 1939, ju s t after the wel l was comple t ed 
but be fore the p e r m a n e n t pumping equ ipment had 
been i n s t a l l e d , a p roduct ion t e s t w a s m a d e under 
the s u p e r v i s i o n of the Sta te Water Survey . B e -
fore the t e s t s t a r t e d the w a t e r l eve l was 0.75 ft. 
above the top of the b r i c k wal l ; and after p u m p -
ing for 27 1/2 h r . at 15 gpm. , the drawdown was 
7.55 ft. , a speci f ic capac i ty of 2 gpm. p e r ft. of 
d rawdown. 
On Nov. 2 1 , 1945 i t was r e p o r t e d tha t i t was 
n e c e s s a r y to o p e r a t e the p u m p 14 or 15 h r . pe r 
day to supply 12,000 ga l . 
A n a l y s i s of a s ample (Lab . No. 109,848) c o l -
l ec ted A p r . 7, 1947, showed t h i s w a t e r to have a 
h a r d n e s s of 23.2 g r . p e r g a l . , a r e s i d u e of 479 
p p m . , and an i r o n content of 0.1 p p m . 
WILLIAMSFIELD 
Knox County 
A p r . 7, 1947 
Due to insuff ic iency of the w a t e r supply , an 
e l e c t r i c a l e a r t h r e s i s t i v i t y s u r v e y was m a d e b y 
the State Geologica l Survey in the i m m e d i a t e 
v ic in i ty of Wi l l i amsf ie ld in Sept . 1945. As a r e -
su l t , Well No. 2 w a s d r i l l e d at the n o r t h w e s t 
c o r n e r of Gale St. and Chicago Ave . (or a p p r o x i -
m a t e l y 2240 ft. N. and 1650 ft. E. of the S. W. c o r -
n e r of Sect ion 23). 
The wel l w a s d r i l l e d by V a r n e r Well Dr i l l ing 
C o . , Dubuque, Iowa, in Sept . 1946 to a depth of 
887 ft. The e l eva t ion of the ground at t h i s l o c a -
t ion is 710± ft. 
The following cas ing and hole d i a m e t e r r e c o r d 
w a s r e p o r t e d by the d r i l l e r : 12- in . id . c a s ing 
f rom su r f ace to 98 1/2 ft.;. 8 - in . id . ca s ing f r o m 
su r f ace to 595 ft.; 8- in . open hole f r o m 595 to 
887 ft. 
The 8 - in . cas ing was c e m e n t e d in , us ing 227 
s a c k s . 
After comple t ion of the we l l , a p roduc t ion 
t e s t was m a d e by the State Wa te r Survey . F o r 
t e s t p u r p o s e s , a t u r b i n e pump a s s e m b l y w a s 
u s e d , cons i s t i ng of: 230 ft. of co lumn pipe; o v e r -
a l l length of pump was 9 ft.; 15 ft. of suc t ion p ipe . 
On Sept . 19, 1946 due to m e c h a n i c a l fa i lu re 
of the gaso l ine eng ine , pumping w a s t e r m i n a t e d 
a f te r 2 h r . at a r a t e of 165 gpm. Wate r l eve l s 
could not be o b s e r v e d du r ing the t e s t b e c a u s e of 
a b r e a k in the a i r l i n e . On Sept . 2 1 , w a t e r w a s 
pumped at a r a t e of 230 g p m . for 5 1/2 h r . , and 
a t 315 g p m . for 1 h r . P u m p i n g was aga in t e r -
m i n a t e d b e c a u s e o f m e c h a n i c a l t r o u b l e , but d u r -
ing the t e s t , the pump did not b r e a k suc t ion . Af-
t e r t h e p u m p a s s e m b l y w a s r e m o v e d f r o m the 
we l l , the w a t e r l eve l on Sept. 24 was m e a s u r e d 
at 186 1/2 ft. be low the top of the c a s i n g . 
A n a l y s i s of a s ample ( L a b . No. 107,735), c o l -
l ec t ed Sept . 2 1 , 1946 af ter 5 1/2-hr . pumping at 
315 g p m . , showed th i s w a t e r to have a h a r d n e s s 
of 4.9 g r . p e r ga l . , a r e s i d u e of 1882 p p m . , and 
an i r o n content of 5.4 p p m . S t rong H2S odor at 
the we l l . 
P e r m a n e n t pumping equ ipment i s not ye t a -
va i l ab le for i n s t a l l a t i on in Well No. 2 . 
A softening uni t was i n s t a l l e d but had not 
been in u s e for 3 m o n t h s . 
P u m p a g e i s e s t i m a t e d a t 17,000 gpd. 
2 - Wi l l iamsf ie ld 
LABORATORY NO. 109,848 
Sample study log of Wel l No. 2 furn ished by the State Geologica l Survey : 
I l l ino i s State Water Survey - Bul le t in No. 40 
The v i l l age of Wi l l i amsv i l l e (649) ins ta l l ed a 
publ ic w a t e r supply in 1936. 
In the s e a r c h for a su i tab le s o u r c e of supply, 
m o r e than 20 t e s t we l l s w e r e d r i l l e d in 1933 and 
1935. In Apr . , 1935, the State Geolog ica l Survey 
m a d e a n e l e c t r i c a l e a r t h r e s i s t i v i t y s u r v e y i n 
the v ic in i ty of Wi l l i amsv i l l e . 
T e s t Well No. 8 was loca ted about 2000 ft. S. 
and 600 ft. W. of the N . E . c o r n e r of Sect ion 4, T. 
17 N . , R. 4 W. The ground sur face e l eva t ion is 
590± ft. 
The we l l w a s 26 ft. d e e p , and was equipped 
with an 8 - in . Johnson s c r e e n , having No. 40 s lo t 
open ings . 
A p roduc t ion t e s t w a s m a d e by the State Wate r 
Survey on July 8 , 1935. The wel l p roduced 11.5 
g p m . with a drawdown of 8 ft. be low the n o n -
pumping w a t e r l eve l of 10 ft. below the ground 
s u r f a c e . 
A n a l y s i s of a s a m p l e (Lab . No. 76263) c o l -
l ec ted July 3, 1935, showed the w a t e r to have a 
h a r d n e s s of 19.2 g r . p e r g a l . , a r e s i d u e of 380 
p p m . , and an i r o n content of 4.0 p p m . 
T e s t Well No. 9 (or A9a) w a s d r i l l ed in 1935, 
and w a s loca t ed about 3 m i l e s n o r t h w e s t of the 
v i l l age (or a p p r o x i m a t e l y 300 ft. N. and 2600 ft. 
E. of the S. W. c o r n e r of Sect ion 2 3 , T. 18 N . , R. 
4 W.). The ground su r f ace e l eva t ion is 600± ft. 
The t e s t we l l w a s 6 in . in d i a m e t e r and 43 ft. 
d e e p . A 6- in . , Cook s c r e e n having No. 20 s lo t 
open ings was i n s t a l l e d be tween the depths of 32 
and 43 ft. 
A p roduc t ion t e s t w a s m a d e by the State Water 
Survey on July 26 , 1935. The we l l y ie lded 17 gpm. 
with a d rawdown of 30 ft. f r o m a non-pumping 
w a t e r l eve l of 4 1/2 ft. be low the ground s u r f a c e . 
Ana lys i s of a s a m p l e (Lab . No. 76387) c o l -
l ec t ed July 26 , 1935, showed the w a t e r to have a 
h a r d n e s s of 19.8 g r . p e r ga l . , a r e s i d u e of 350 
p p m . , and a t r a c e of i r o n . 
T e s t Well No. 13 (or A13) w a s d r i l l e d in 1935 
and is loca ted a p p r o x i m a t e l y 2320 ft. S. and 1900 
ft. E. of the N. W. c o r n e r of Sec t ion 3, T. 17 N. , 
R. 4 W. The ground sur face e l eva t ion is 570± ft. 
The wel l w a s 8 in . in d i a m e t e r , 28 1/2 ft. 
d e e p , and w a s equipped with an 8- in . Johnson 
s c r e e n , i n s t a l l e d be tween the dep ths of 19 1/2 
and 28 1/2 ft. The s c r e e n had No. 40 s lo t o p e n -
i n g s . 
WILLIAMSVILLE 
Sangamon County 
Aug. 2 1 , 1948 
A p roduc t ion t e s t was m a d e by the State Wate r 
Survey on Aug. 24 , 1935. The wel l p roduced 47 
g p m . with a d rawdown of 19 ft. f r o m a n o n -
pumping w a t e r l eve l of 9 ft. 2 in . be low the ground 
l e v e l . 
Ana lys i s of a s amp le (Lab . No. 76529) c o l -
lec ted on Aug. 24, 1935, showed the w a t e r to have 
a h a r d n e s s of 21.2 g r . p e r ga l . , a r e s i d u e of 397 
p p m . , and an i r o n content of 3.0 p p m . 
The f inished mun ic ipa l we l l w a s d r i l l e d in 
1935 by L. R. B u r t , E lwin , and is loca ted 22 ft. 
n o r t h of T e s t Well No. 13 , or 2280 ft. S. and 1970 
ft. E. of the N. W. c o r n e r of Sec t ion 3. 
C o r r e l a t e d d r i l l e r ' s log of we l l d r i l l e d in 1935 
fu rn i shed by the State Geo log ica l Survey: 
The wel l is 30 ft. 4 in . d e e p , and is of the 
g r a v e l - w a l l e d t y p e . The 26- in . o u t e r cas ing e x -
t e n d s to a depth of 21 ft . , and the 12- in . i n n e r 
cas ing ex t ends to 22 ft. Be tween 22 ft. and 30 ft. 
4 in . , a 1 2 - i n . Cook w i r e -wound s c r e e n is i n -
s t a l l e d . The s c r e e n h a s 3 / l 5 - i n . s lot open ings . 
A p roduc t ion t e s t was m a d e by the State Water 
Su rvey on Oct . 18, 1935. After 8 - h r . pumping a t 
50-57 g p m . the d rawdown w a s 9 ft. f rom a n o n -
pumping w a t e r l e v e l of 12 ft. 6 in . be low the 
ground s u r f a c e . 
P u m p i n g equ ipment c o n s i s t s of 24 ft. of 4 - i n . 
co lumn p ipe ; 7- in . od . , 10 - s t age F a i r b a n k s -
M o r s e t u rb ine p u m p , No. 29368, r a t e d a t 50 gpm. 
a g a i n s t 50 ft. of head at 1800 r p m . ; 17 ft. of 3 / 8 -
in . a i r l i ne ; 7 1 /2-hp . F a i r b a n k s - M o r s e e l e c t r i c 
m o t o r , No. 318050 ope ra t i ng a t 1740 r p m . full 
load . 
I t w a s r e p o r t e d in 1938 that the pump w a s 
o p e r a t e d about 3 h r . da i ly at a r a t e of 40 gpm. 
On Aug. 16, 1948 the a i r l ine a l t i tude gauge r e a d 
12 ft. a f te r a 1 2 - h r . non-pumping p e r i o d . The 
pump d i s c h a r g e i s t h r o t t l e d to about 40 gpm. 
Ana lys i s of a s a m p l e ( L a b . No. 108,197) c o l -
l ec ted Sept . 26 , 1946 af ter 8 - h r . pumping showed 
the w a t e r to have a h a r d n e s s of 21.2 g r . p e r g a l . , 
a r e s i d u e of 405 p p m . , and an i r o n content of 0.4 
p p m . 
P u m p a g e i s e s t i m a t e d to a v e r a g e 15,000 gpd. 
2 - Wi l l i amsv i l l e 
LABORATORY NO. 108,197 
I l l ino is State Water Survey - Bul le t in No. 40 
The v i l lage of Wi l l i sv i l le (781) ob ta ins w a t e r 
f r o m a wel l d r i l l ed in 1940 to a depth of 550 ft. by 
Glen C l a r k , F r e d e r i c k t o w n , Mo. , and loca ted n e a r 
the n o r t h w e s t c o r n e r of the i n t e r s e c t i o n of Nor th 
P a r k and Wi l l i ams St . , (or a p p r o x i m a t e l y 340 ft. 
S. and 425 ft. E. of the N. W. c o r n e r of Sect ion 30 , 
T. 6 S., R. 4 W.). The ground e leva t ion at the 
wel l s i t e is 500± ft. 
C o r r e l a t e d d r i l l e r ' s log of wel l d r i l l ed in 1940 
by the State Geologica l Survey: 
A p roduc t ion t e s t was m a d e by the State Water 
Survey on M a r . 20, 1940. When pumping at a r a t e 
of 40 gpm. the drawdown was m o r e than 212 ft. 
f r o m the non-pumping w a t e r l eve l of 130 1/3 ft. 
below the top of the c a s i n g . 
Pumping equ ipment was i n s t a l l e d a s follows: 
330 ft. of 3 1/2-in. co lumn p ipe ; 6- in . , 29 - s t age 
P o m o n a t u r b i n e pump No. SW441, 11 ft. 4 5 / 8 - i n . 
ove ra l l length and r a t e d at 50 gpm. aga ins t 375 
ft. of head; 15 ft. of 3 1/2-in. suct ion p ipe ; 1 0 -
hp . West inghouse e l e c t r i c mo to r No. 3439. 
In 1946, i t was r e p o r t e d tha t undes i r ab l e 
WILLISVILLE 
P e r r y County 
M a r . 1 1 , 1948 
w a t e r was e n t e r i n g the we l l . T h i s w a t e r was 
be l ieved to be coming f r o m abandoned mine w o r k -
ings c lose to the wel l and at a depth of 86 ft. 
T h e r e a r e 2 abandoned deep we l l s in c lose p r o x -
imi ty to the we l l s i t e , one a m i n e wel l and the 
o the r a r a i l r o a d we l l . 
The hole and cas ing r e c o r d i s shown in Tab le 
1. 
TABLE 1 
Hole R e c o r d 
11 - i n . f r o m su r f ace to 23 ft. 
10 - in . f r o m 23 to 87 ft. 
8- in . f rom 87 to 350 ft. 
6 - in . f r o m 350 to 490 ft. 
4 3 / 4 - i n . f rom 490 to 550 ft. 
- Cas ing R e c o r d 
10 - in . pipe f rom su r f ace to 23 ft. 
8 - in . pipe f r o m s u r f a c e to 83 ft. 
I n M a r . 1948, pumping p e r i o d s a v e r a g e d 1 0 -
12 h r . dai ly and pumping is cont inuous dur ing 
s u m m e r m o n t h s . 
Ana lys i s of a s amp le (Lab . No. 87478) c o l -
l ec ted M a r . 20, 1940, showed the w a t e r to have a 
h a r d n e s s of 12.1 g r . pe r ga l . , a r e s i d u e of 359 
p p m . , and an i r o n content of 1.3 p p m . 
A n a l y s i s of a s ample (Lab . No. 113,696) c o l -
lec ted M a r . 4 , 1948 af ter 1 0 - h r . pumping a t 25 
gpm. , showed th i s w a t e r to have a h a r d n e s s of 
10.7 g r . p e r ga l . , a r e s i d u e of 291 p p m . , and an 
i r o n content of 0.4 p p m . 
A c h l o r i n a t o r was in s t a l l ed in 1943, when 
t h e r e w e r e ind ica t ions of con t amina t i on . 
P u m p a g e i s e s t i m a t e d to a v e r a g e 14,000 gpd. 
LABORATORY NO. 113,696 
Illinois State Water Survey - Bulletin No. 40 
The city of Wilmington (1921) installed a 
public water supply about 1892. It was used 
principally for sprinkling and fire protection 
purposes. Water was pumped directly from the 
Kankakee River. Private wells furnished all 
residential and business demands until 1918 when 
the public ground water supply was installed. 
The water works plant at the r iver was aban-
doned. 
The initial well supply was obtained from a 
well, now called Well No. 1, drilled to a depth of 
710 ft. by J. W. Hensley & Co. The well is lo-
cated 104 ft. south of the center line of Jackson 
St. and 90 ft. west of the center line of Main St. 
(or approximately 1200 ft. N. and 1400 ft. E. of 
the S.W. corner of Section 25, T. 33 N., R. 9 E.). 
The elevation at the ground surface is 545± ft. 
The well is reported to be cased with 12-in. 
pipe from the surface to 21 ft. where it is sealed 
in place with cement and followed by 189 ft. of 
10-in. casing. 
The water level when the well was completed 
was 17 ft. below the ground surface. A produc-
tion of 250 gpm. was reported when first pumped 
by air lift. 
This well furnished the entire public water 
supply until 1937 when Well No. 2 was placed in 
service. Well No. 1 was out of service until 1940 
when it was equipped with a turbine pump set at 
a depth of 200 ft. and having a rated capacity of 
300 gpm. During the summer of 1942, it furn-
ished all the water for the public supply. 
The following pump installation, made in 
Mar. 1943, is still in service: 300 ft. of 6-in. 
od. genuine wi. column pipe; 8-in., 21-stage 
Pomona turbine pump rated at a capacity of 300 
gpm. against a head of 438 ft.; the overall length 
of the pump is 10 ft. 8 in.; 300 ft. of air line; 30 
ft. of 6-in. id. suction pipe; 40-hp. General E lec -
tr ic motor. 
A 24-hr. production test was conducted on 
Mar. 5 and 6, 1943. Water was pumped at an 
average rate of 310 gpm. Approximate equi-
librium was obtained with a drawdown of 122 ft. 
from a water level of 118 ft. below the pump 
base. During the tes t , the pump in Well No. 2, 
located at a distance of 46 ft., was operated for 
1-hr. intervals at 705 gpm., and an additional 
lowering of not more than 5 ft. in the water level 
of Well No. 1 was observed. 
Analysis of a sample (Lab. No. 95478), col-
WILMINGTON 
Will County 
Sept. 19, 1947 
lected Mar. 6, 1943 after 24-hr. pumping at a 
rate of 295 to 315 gpm., showed the water in Well 
No. 1 to have a. total hardness of 24.6 gr. per 
gal., a residue of 1183 ppm., and an iron content 
of 0.2 ppm. The chloride concentration was 170 
ppm. after 15-min. pumping and 270 ppm. after 
24-hr. pumping. 
During 1946 water was pumped only once a 
week to maintain the equipment for emergency 
purposes. 
Well No. 2 was drilled to a depth of 1566 ft. 
in 1936 by C. W. Varner, Dubuque, Iowa. The 
well is located 92 ft. south and 46 ft. west of the 
intersection of Jackson and Main St. (or approxi-
mately 1025 ft. N. and 1375 ft. E. of the S. W. 
corner of Section 25). The elevation of the su r -
face of the ground is 545± ft. 
The well is reported to be ca sed with 12 1/2-
in. diameter pipe from the surface to a depth of 
23 ft. and with 10-in. diameter pipe from the 
surface to a depth of 218 ft., below which the 
hole is 10 in. in diameter. 
At the time of completion of the well, the 
water level was 59 ft. below the top of the casing; 
and when pumping at 485 gpm., the water level 
was lowered 6 1/2 ft. In 1940 the non-pumping 
water level was 67 ft. below the pump base. By 
the summer of 1942 the pumping water level was 
drawn down to the suction opening, which was 
about 141 ft., and the well was seldom used. 
The following pump installation, made in Nov. 
1942, is still in service: 300 ft. of 7-in. column 
pipe; 10-in., 14-stage Peer l e s s turbine pump, 
No. 16733, rated at a capacity of 550 gpm. against 
438 ft. of head; the overall length of the pump is 
10 ft.; 300 ft. of air line; 30 ft. of 8-in. suction 
pipe; 75-hp. General Electric motor. 
A production test was made in Nov. 1942. 
After 24-hr. pumping at an average rate of 800 
gpm. the drawdown was 16 ft. from a water level 
of 124 ft. below the pump base , or a specific 
capacity of 50 gpm. per ft. of drawdown. 
Analysis of a sample (Lab. No. 107,910), col-
lected Oct. 9, 1946 after 1-hr. and 20-min. pump-
ing at 620 gpm., showed the water from Well No. 
2 to have a total hardness of 25.6 gr . per gal., a 
residue of 1188 ppm., and an iron content of 0.1 
ppm. This quality is similar to that of a sample 
collected in 1938 and typical for water from the 
sandstones in this vicinity. 
t 
2 - Wilmington 
In 1936 t h i s wel l was the s o u r c e of the en t i r e 
publ ic w a t e r supply and a l s o furn ished w a t e r to 
2 F e d e r a l Housing P r o j e c t s having 250 h o u s e s 
e a c h . The a v e r a g e m e t e r pumpage f rom Aug. 18 
to Sept . 20, 1947 was 710,000 gpd. for a popu la -
t ion of 3000. The m a i n s in the F e d e r a l Housing 
P r o j e c t s a r e i n bad r e p a i r . 
Al l w a t e r for the public supply h a s been 
ch lo r ina ted s ince the s u m m e r of 1943. 
S a m p l e - s t u d y log of Well No. 2 fu rn i shed by the State Geologica l Survey: 
LABORATORY NO. 107,910 
I l l ino is Sta te Water Survey - Bul le t in No. 40 
The ci ty of Winches te r (1651) i n s t a l l ed a p u b -
l ic w a t e r supply in 1914. 
S e v e r a l t e s t we l l s w e r e d r i l l e d and t e s t ed in 
the v ic in i ty of Winches te r p r i o r to 1913, but l i t t le 
w a t e r w a s obta ined . In 1913, a t e s t wel l was 
d r i l l e d on the Grou t f a r m about 1 mi l e south of 
town (or a p p r o x i m a t e l y 600 ft. e a s t of the S.W. 
c o r n e r of Sect ion 33 , T. 14 N. , R. 12 W.). The 
wel l was d r i l l ed to a depth of 42 ft. be low a ground 
su r f ace e leva t ion of 4 8 0 t ft. 
C o r r e l a t e d d r i l l e r ' s log o f the Grou t f a r m t e s t 
wel l fu rn i shed by the State Geologica l Survey: 
The wel l was 6 i n . in d i a m e t e r and was e-
quipped with a s h o r t sec t ion of Cook s c r e e n . The 
yield was r e p o r t e d to a v e r a g e 30 gpm. with a 
drawdown of about 15 ft. f rom a non-pumping 
wa te r l eve l of 7 or 8 ft. below the ground s u r -
f a c e . 
Another t e s t we l l was c o n s t r u c t e d on the P e r -
k ins f a r m ( app rox ima te ly 1700 ft. N. and 1800 ft. 
W. of the S. E. c o r n e r of Sect ion 33). T h i s we l l 
w a s a 12- in . by 8- in . g r a v e l - p a c k e d wel l c o m -
p le ted at a depth of 28 ft. The y ie ld was r e p o r t e d 
to a v e r a g e 55 gpm. dur ing 5 0 - h r . pumping with 
a d rawdown of about 13 ft. f rom a non-pumping 
w a t e r l eve l of 9 ft. below the ground s u r f a c e . 
I t was r e p o r t e d tha t the i r o n content of the 
w a t e r was about 15 p p m . , and no fu r the r d e v e l o p -
m e n t w o r k was done in t h i s a r e a . 
Water for the publ ic supply i s obtained f r o m 
3 w e l l s loca ted on the Grou t f a r m n e a r the t e s t 
wel l d r i l l e d in 1913 (or a p p r o x i m a t e l y 550 ft. N. 
and 650 ft. E. of the S. W. c o r n e r of Sect ion 33). 
The we l l s a r e spaced 100 ft. a p a r t in an e a s t -
wes t l i ne , and a r e n u m b e r e d f r o m e a s t t o w e s t . 
A house is c o n s t r u c t e d ove r each pump with the 
floor about 4 ft. above ground l eve l and the pump 
b a s e about 4 ft. above floor l eve l , e leva t ion 4 8 8 i 
ft. 
The E a s t Wel l , now ca l led Well No. 1 , was 
c o n s t r u c t e d in 1923 by C . P . Hudson , J a c k s o n -
WINCHESTER 
Scott County 
May 14, 1948 
v i l l e . The wel l is 68 ft. deep f r o m the b a s e of 
the p u m p . A 12-ft . length of 8 - in . s c r e e n was 
i n s t a l l e d in the bo t tom of the wel l but p roved u n -
s a t i s f a c t o r y and was r e p l a c e d by a 12-ft. length 
of Cook s c r e e n , having No. 12 s lo t open ings . The 
o r ig ina l s c r e e n was r e - i n s t a l l e d above the Cook 
s c r e e n . 
The pumping equ ipment c o n s i s t s of: 50 ft. of 
5 - in . co lumn p ipe ; 8- in . , 4 - s t a g e A m e r i c a n Well 
Works tu rb ine pump No. 71462, having 2 ft. 11 
3 / 4 - i n . o v e r a l l length and r a t e d a t 112 gpm. 
aga ins t 118 ft. of head , ope ra t ing at 1750 r p m . ; 
10 ft. of 5 - in . suc t ion p ipe; 50 ft . of a i r l ine ; 5 -hp . 
G e n e r a l E l e c t r i c m o t o r No . 5343221 o p e r a t i n g 
a t 1735 r p m . 
The we l l was given an ac id t r e a t m e n t by 
Dowel l , I n c . , J an . 6 - 7 , 1948. Due to the poor 
condi t ion of the pump i t w a s not poss ib l e to d e -
t e r m i n e the effect of the t r e a t m e n t . 
Ana lys i s of a s a m p l e (Lab . No. 82359) c o l -
lec ted Nov. 13 , 1937 showed the w a t e r to have a 
h a r d n e s s of 21.1 g r . p e r g a l . , a r e s i d u e of 455 
p p m . , and an i r o n content of 10.0 p p m . 
Wel ls No. 2 and No. 3 w e r e d r i l l e d in 1914, 
and w e r e iden t ica l in c o n s t r u c t i o n , with a 12- in . 
ou ter cas ing and an 8- in . inner c a s i n g , e a c h e x -
tending f r o m the su r face to 49 ft. and with an 8-
in . Johnson b r a s s s c r e e n in s t a l l ed f r o m 49 to 62 
ft. be low ground l eve l . A g r a v e l envelope w a s 
p l aced a round each s c r e e n and sand and c l ay 
w e r e t a m p e d in above the g r a v e l pack . 
When c o m p l e t e d , Well No. 2 was r e p o r t e d to 
y ie ld 50 gpm. In 1926, sand c a u s e d much w e a r 
on the cy l inder p u m p . The non-pumping w a t e r 
l eve l was 12 ft. be low ground l e v e l . 
The pumping equ ipment c o n s i s t s of: 50 ft. of 
5 - in . co lumn pipe; 8 - in . , 4 - s t a g e A m e r i c a n Well 
Works t u rb ine p u m p , No. 53786, having an o v e r -
a l l length of 2 ft. 11 3 /4 in . and r a t e d at 112 gpm. 
a g a i n s t 98 ft. of head at 1750 r p m . ; 50 ft. of a i r 
l ine ; 10 ft. of 5 - in . suc t ion l ine ; 5 -hp . G e n e r a l 
E l e c t r i c m o t o r , No. 5343219, ope ra t ing a t 1735 
r p m . 
In D e c . 1947, i t was r e p o r t e d t ha t , when p u m p -
ing at an a v e r a g e r a t e of 75 g p m . f r o m Wells No. 
1 and 3, the non-pumping w a t e r l eve l in No. 2 was 
33.0 ft. be low the pump b a s e . After a 1 4 - h r . 
quiet pe r iod in the 3 w e l l s , the w a t e r l eve l in No. 
2 was 22.0 ft. The wel l was given an acid t r e a t -
m e n t by Dowell I n c . , J an . 6 -7 , 1948. I t w a s r e -
po r t ed t h a t the capac i ty w a s a p p a r e n t l y i n c r e a s e d . 
2 - Winchester 
Well No. 3, or West Well, was reported to 
have produced 50 gpm. after completion when 
tested by the engineers. In 1926, the non-pumping 
water level was reported to be about 12 ft. be-
low the ground surface. 
The pumping equipment is identical with that 
in Well No. 2. including an 8-in., 4-stage Amer i -
can Well Works turbine pump, No. 62445, rated 
at 50 gpm., against 118 ft. of head at 1750 rpm.; 
5-hp. General Electric motor, No. 5343228 oper-
ating at 1735 rpm. 
The well was treated with acid by Dowell, 
Inc., on Jan. 6-7, 1948. It was reported that the 
t reatment increased the capacity of the well ap-
proximately 50%. It was reported that following 
acid treatments the combined production of Well 
No. 2 and 3 was approximately 100 gpm. 
Analysis of a sample (Lab. No. 113,118) col-
lected Jan. 7, 1948, showed the water to have a 
hardness of 23.7 gr . per gal., a residue of 485 
ppm., and an iron content of 6.4 ppm. 
The 3 pumps are operated simultaneously 
with the discharge valves on pumps of Wells No. 
2 and 3 fully opened and on No. 1 partially closed. 
The non-pumping levels vary. In dry seasons, 
pumping cannot be continuous in excess of 3-hr. 
periods. 
Analysis of a sample (Lab. No. 113,693) col-
lected Mar. 5, 1948 showed the water from Well 
No. 3 to have a hardness of 20.1 gr. per gal., a 
residue of 367 ppm., and an iron content of 2.9 
ppm. 
The water is aerated, softened and chlorin-
ated. 
Analysis of a sample (Lab. No. 113,694) showed 
the treated water to have a hardness of 4.2 gr. 
per gal., a mineral content of 117 ppm., and an 
iron content of 0.31 ppm. 
Pumpage is estimated to average 65,000 gpd. 
The city's present source of water supply is 
limited. Consideration is being given to ut i l iz-
ing White Oak Spring, which has been estimated 
to yield about 600,000 gpd. The spring is lo -
cated one mile south of the city wells. 
LABORATORY NO. 113,693 
LABORATORY NO. 113,694 
I l l inois Sta te Water Survey - Bul le t in No. 40 
The c i ty of Windsor (1005) i n s t a l l ed a publ ic 
w a t e r supply in 1935. 
P r i o r to 1935, the ci ty owned two 2 - in . w e l l s , 
each 130t ft. d e e p . One wel l h a s been plugged 
with c o n c r e t e but the o ther is open and can be 
u sed . A yield of 5 g p m . w a s r e p o r t e d . 
In 1934 and 1935, an ex tens ive p r o g r a m of 
t e s t d r i l l i ng was c a r r i e d out in the c i ty and 
v ic in i ty , af ter an e l e c t r i c a l e a r t h r e s i s t i v i t y 
su rvey w a s m a d e by the State Geolog ica l Survey . 
T e s t Well No. 11 was d r i l l ed in 1934 by Wi l -
l i a m Merwin , for J a m e s and Shinn, Mat toon, and 
was loca ted 20 ft. south of the ex i s t ing 2 - in . wel l 
n e a r the sou theas t c o r n e r of the i n t e r s e c t i o n of 
V i rg in i a Ave . and P ine St. (or a p p r o x i m a t e l y 
1000 ft. N. and 2300 ft. E. of the S. W. c o r n e r of 
Sect ion 36, T. 12 N. , R. 5 E . ) . The ground s u r -
face e leva t ion at the s i t e is 708± ft. 
The wel l was 6 in . in d i a m e t e r , 34 ft. d e e p , 
and was r e p o r t e d to have encoun te r ed w a t e r -
b e a r i n g sand be tween the dep ths of 117 and 134 
ft. Th i s fo rmat ion was s c r e e n e d f rom 126 to 134 
ft. with a 4 - i n . we l l point equipped with w i r e 
gauze having openings about 1 /8- in . s q u a r e . 
A p roduc t i on t e s t w a s m a d e by the State Water 
Survey on Dec . 29, 1934. The wel l p roduced about 
50 g p m . for 2 1/2 h r . with a d rawdown of 42.6 ft. 
f r o m a non-pumping w a t e r l e v e l of 24 ft. be low 
the ground s u r f a c e . 
A second p roduc t ion t e s t was m a d e by the 
State Water Survey on Jan . 1 1 , 1935. The 4 - i n . 
we l l point had been r e p l a c e d by a Johnson s c r e e n , 
having No . 20 s lo t openings and exposed b e t w e e n 
the depths of 121 1/2 and 133 ft. The we l l p r o -
duced 34.5 g p m . with a d rawdown of 84.1 ft. f r o m 
'a non -pumping l eve l of 24 ft. 
T e s t Well No. 11 h a s been plugged but i t i s 
p r o p o s e d to d r i l l a new we l l a t the s i t e and 1 2 -
in . c a s ing h a s been de l i ve r ed . 
Ana lys i s of a s a m p l e (Lab . No. 75,526) c o l -
l ec ted D e c . 29, 1934, showed the w a t e r to have a 
h a r d n e s s of 12.2 g r . p e r ga l . , a r e s i d u e of 590 
p p m . , and an i r o n content of 3.0 p p m . 
T e s t Well No. 6 , the C h a m b e r s Wel l , was 
loca ted about 1 mi l e south of the ci ty ( a p p r o x i -
m a t e l y 50 ft. S. and 1300 ft. E. of the N. W. c o r n e r 
of Sect ion 12, T. 11 N. , R. 5 E . ) . The ground 
s u r f a c e e l eva t ion i s 705± ft . 
WINDSOR 
Shelby County 
Ju ly 5, 1948 
C o r r e l a t e d d r i l l e r ' s log of T e s t Well No. 6 
furn ished by the State Geolog ica l Survey: 
The wel l was 98.5 ft. d e e p , and was c a s e d 
with 6- in . pipe and 9 ft. 8 in . of 6- in . A. D. Cook 
wel l s c r e e n , having No. 100 s lo t open ings . 
A p roduc t ion t e s t was m a d e by the State Water 
Survey on F e b . 12, 1935. F o r t e s t p u r p o s e s , a 
b e l t - d r i v e n t u rb ine p u m p was used with the b o t -
t o m of the suc t ion pipe se t at a depth of 96.5 ft. 
The wel l p roduced 91 gpm. with a drawdown of 
18.2 ft. f r o m a non-pumping w a t e r l eve l of 64.5 
ft. below the ground s u r f a c e . 
The p e r m a n e n t v i l l age wel l was d r i l l e d in 
1934 by W. L. T h o r n e , Des P l a i n e s , and loca ted 
at the s i te of T e s t Well No. 6. The wel l was 
comple t ed at a depth of 100 ft. 10 in . below t h e 
pump b a s e , and is of the g r a v e l - w a l l e d t ype . 
The 26 - in . ou t e r cas ing ex tends to a depth of 89 
ft. 4 i n . , and the 12- in . i nne r c a s ing to a depth of 
89 ft. A 12- in . A r m c o - I r o n wel l s c r e e n , with 
3 / l 6 - i n . s lot open ings , i s a t t a ched to the lower 
end of the i nne r cas ing . 
The pumping equ ipmen t c o n s i s t s of 89 1/2 ft. 
of 5 - in . co lumn p ipe ; 7 - in . , 1 0 - s t a g e F a i r b a n k s -
M o r s e d e e p - w e l l t u r b i n e p u m p , No. 28310, h a v -
ing an o v e r a l l length of 6 ft. and r a t e d at 75 gpm. ; 
3 ft. 6 in . of suc t ion p ipe; 96 ft. of 1/4-in. a i r 
l ine ; 2 0 - h p . F a i r b a n k s - M o r s e e l e c t r i c m o t o r . 
A p roduc t ion t e s t w a s m a d e by the State Water 
Survey on Sept . 1 1 , 1935. The wel l p roduced 100 
gpm. for 4 3 /4 h r . with a d rawdown of be tween 
29 and 35 1/2 ft. f r o m a non-pumping w a t e r l eve l 
of 63 1/2 ft. below the pump b a s e . 
About 1938, the pump w a s ope ra t ed about 1 
h r . pe r day . In Oct . 1947, the non-pumping w a t e r 
l eve l w a s 80 ft. af ter a 1 2 - h r . quiet p e r i o d , and 
r e c e n t l y the w a t e r l eve l w a s r e p o r t e d to be 10 ft. 
above the b o t t o m of the a i r l i n e . On June 29, 
1948, a f te r 9 - h r . pumping a t an e s t i m a t e d r a t e 
of 45 gpm. the pumping w a t e r l eve l was below 
the bo t tom of the a i r l i n e . 
A n a l y s i s of a s a m p l e ( L a b . No . 115,143) c o l -
2 - Windsor 
lected June 29, 1948 after 10-hr. pumping, showed 
the water to have a hardness of 19.3 gr .per gal., 
a residue of 573 ppm., and an iron content of 5.4 
ppm. Methane gas is present in the water in a 
concentration of 7.5 cu. ft. per 1000 gal. 
The water is aerated, filtered and chlorinated. 
Pumpage is estimated to average 36,000 gpd. 
LABORATORY NO. 115,143 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
village of Winfield (567) in 1927. 
Water is obtained from a well drilled to a 
depth of 200 ft. by John Diebold, West Chicago, 
in 1926 and located about 25 ft. south of Franklin 
St. and 500 ft. west of Main St. (approximately 
180 ft. S. and 1450 ft. E. of the N. W. corner of 
Section 13, T. 39. N., R. 9 E.). The elevation of 
the ground surface is 720± ft. The well was 
cased with 8-in. pipe from the surface to a depth 
of 78 ft. below which the hole was finished 8 in. 
in diameter to the bottom. A non-pumping water 
level of 6 ft. below the surface was reported on 
June 12, 1939. 
The following pump installation is in service: 
a Kewanee triplex suction pump, Type 75 N, No. 
13372, having 3-in. plungers and 16-in. stroke, 
is belt driven by a 7 1/2-hp. Howell electric 
WINFIELD 
Du Page County 
June 25, 1947 
motor. The pump when operated at a speed of 50 
spm. has a theoretical displacement of 75 gpm. 
In Oct., 1945, the non-pumping water level 
was reported to be 8 ft. below the pump base after 
a 1-hr. idle period. When pumping at the rated 
capacity there was no appreciable drawdown. 
Analysis of a sample (Lab. No. 110,476) col-
lected May 29, 1947 after 15-min. pumping at 75 
gpm. showed this water to have a hardness of 
35.6 gr. per gal., a residue of 755 ppm., and an 
iron content of 1.2 ppm. 
The water has been chlorinated since Oct. 8, 
1944. 
The average pumpage during the past year 
was 23,800 gpd. 
LABORATORY NO. 110,476 
I l l inois State Water Survey - Bul le t in No. 40 
The v i l l age of Winslow (379) i n s t a l l ed a p u b -
l ic w a t e r supply in 1916. 
Water was o r ig ina l ly obta ined f rom a wel l 
d r i l l e d in 1916 to a depth of 200 ft. and loca ted 
in an abandoned q u a r r y n e a r the c e n t e r of the 
v i l l age on a h i l l s ide n e a r Indian C r e e k . 
The hole and cas ing r e c o r d i s shown in Tab le 
1. 
TABLE 1 
Hole R e c o r d 
10- in . f r o m s u r f a c e th rough l i m e -
stone at about 40 ft. 
8- in . to bo t tom at 200 ft. 
Cas ing R e c o r d 
8- in . c a s ing f r o m sur face th rough 
l i m e s t o n e at about 40 ft. 
C e m e n t poured a round ou ts ide of 
c a s i n g . 
On May 10, 1917 af ter 2 - h r . pumping , the 
drawdown w a s 2 ft. f rom a non-pumping w a t e r 
l eve l of 16 ft. 
Ana lys i s of a s a m p l e (Lab . No. 40031) c o l -
l ec ted Aug. 22, 1918 showed w a t e r f r o m t h i s we l l 
to have a h a r d n e s s of 17.3 g r . pe r g a l . , a r e s i d u e 
of 315 p p m . , and no i r o n con ten t . 
After an unsucces s fu l a t t e m p t w a s m a d e to 
c o n c r e t e g rou t a round the ou ts ide of the cas ing 
to s ea l off su r f ace w a t e r , the wel l w a s capped and 
abandoned. 
A n e w we l l was comple ted to a depth of 355 ft. 
for the v i l lage in Nov. 1927by P . E . Mi l l i s , B y r o n 
and loca ted about 20 ft. n o r t h w e s t f r o m the old 
wel l (or a p p r o x i m a t e l y 1250 ft. N. and 950 ft. W. 
of the S. E. c o r n e r of Sec t ion 22 , T. 29 N . , R. 6 
E . ) . I t is a p p r o x i m a t e l y 30 ft. no r th of Hubbard 
St . and 330 ft. wes t of Highway No. 73 , Sewall St. 
The ground su r face e leva t ion a t the w e l l - s i t e i s 
780± ft. 
C o n c r e t e was pou red into the annu la r space 
ou ts ide the 12- in . c a s ing . 
Wa te r is pumped by a s i ng l e - ac t i ng Gould 
t r i p l e x p u m p , which f o r m e r l y pumped wa te r f r o m 
the old we l l . The pump is connected to the wel l 
by m e a n s of a 4 - i n . suc t ion l ine running out 
through the s ide of the pump h o u s e . P o w e r is 
furnished by a 10 -hp . Howell m o t o r . 
WINSLOW 
Stephenson County 
Nov. 12, 1947 
C o r r e l a t e d d r i l l e r ' s log of we l l comple ted 
in 1927 furn ished by the State Geolog ica l Su rvey : 
The hole and cas ing r e c o r d i s shown in Tab le 
2. 
TABLE 2 
Hole R e c o r d 
16- in . f r o m sur face to 100 ft. 
12 - in . f r o m 100 to 288 ft. 
10 - in . f r o m 288 to 355 ft. 
Cas ing and L i n e r R e c o r d 
12- in . s t ee l c a s ing f r o m sur face to 
100 ft. 
10 - in . s t ee l l i ne r f r o m 225 to 288 ft. 
t h rough caving f o r m a t i o n s 
When comple t ed in 1927 the f ree flow was 
about 500 g p m . In 1935, the f ree flow was 420 
gpm. Pumping was at a r a t e of 200 gpm. 
In Nov. 1947 t h e wel l over f lowed into the n e a r -
by c r e e k and when the pump w a s o p e r a t i n g , the 
overf low w a s r educed to about one half. When 
the pump was not o p e r a t i n g , the overf low w a s 
e s t i m a t e d to be 444 gpm. which , loca l officials 
s t a t ed , was s t r o n g e r than in 1934-1936. 
Ana lys i s of a s ample (Lab . No. 112,584) c o l -
l ec ted Nov. 12, 1947 af ter 3 - h r . pumping at 200 
gpm. , showed t h i s w a t e r to have a h a r d n e s s of 
18.5 g r . p e r ga l . , a r e s i d u e of 311 ppm. , and an 
i r o n content of 0.1 p p m . 
The wa te r i s not t r e a t e d . P u m p a g e i s 20,000 
gpd. 
2 - Winslow 
LABORATORY NO. 112,584 
I l l ino is Sta te Wa te r Survey - Bul le t in No. 40 
A publ ic w a t e r supply w a s i n s t a l l e d by t h e 
v i l l age of Winthrop H a r b o r (785) in 1908. 
The in i t ia l supply w a s obta ined f r o m a wel l 
d r i l l ed about 1908 to a depth of 200 ft. and c a s e d 
to r o c k wi th 3 - in . d i a m e t e r p ipe . The we l l flowed 
when i t w a s d r i l l e d . The depth to wa te r below the 
floor leve l w a s 12 ft. in 1912 and 22 ft. in 1922. 
Th i s we l l w a s abandoned as a s o u r c e of supply 
s h o r t l y af ter ano the r we l l w a s d r i l l ed 19 ft. w e s t . 
The second we l l , now ca l led Well No . 1 , and 
d r i l l e d in 1912, is loca ted about 120 ft. no r th of 
Main St. and 150 ft. wes t of She r idan Road (or 
a p p r o x i m a t e l y 1135 ft. S. and 480 ft. E. of the 
N. W. c o r n e r of Sec t ion 10, T. 46 N. , R. 12 E . ) . 
The e leva t ion of the g round sur face is 6 4 0 i ft. 
The we l l i s 159 ft. deep and c a s e d wi th 6 - in . pipe 
to a depth of 90 ft. w h e r e r o c k was encoun te r ed . 
In 1922, the wel l was equipped with a p lunger 
pump having a d i sp l acemen t of 37 gpm. A t e s t 
w a s m a d e on Nov. 17, 1922 to d e t e r m i n e the ef-
fect of pumping in the 6 - in . we l l on the w a t e r 
l eve l i n the 3 - in . abandoned w e l l . Pumping f r o m 
t h i s we l l , af ter the pump had been idle for an h r . 
l owered the w a t e r l eve l in the abandoned wel l 14 
1/2 ft. in 1 h r . and 15 1/2 ft. in 2 h r . to a depth 
of 38 ft. below the floor l eve l . The p u m p was 
then s topped, and the w a t e r l e v e l r e c o v e r e d 13 ft. 
in 10 m i n . and 15 1/2 ft. in 40 m i n . when it w a s 
at a depth of 22 1/2 ft . , the s a m e as at the b e g i n -
ning of the t e s t . Th i s we l l i s s t i l l in s e r v i c e and 
is equipped with a Johns ton t u rb ine p u m p , S e r i a l 
No. 7417, and a 5-hp . United S t a t e s e l e c t r i c m o t o r . 
Dur ing the s u m m e r of 1946, w a t e r w a s pumped 
e v e r y o the r day for a pe r i od of 24 h r . It was 
p u m p e d d i r e c t l y in to the d i s t r i bu t ion s y s t e m 
aga ins t a p r e s s u r e of 45 p s i . a t an e s t i m a t e d 
d i s c h a r g e r a t e of 40 g p m . , a v e r a g i n g 28,800 gpd. 
Analys is of a s a m p l e (Lab . No. 107,585), c o l -
l ec t ed on Sept . 4 , 1946 af te r 5 - h r . pumping a t an 
e s t i m a t e d r a t e of 40 g p m . , showed the w a t e r to 
have a t o t a l h a r d n e s s of 5.5 g r . pe r ga l . , a r e s i -
due of 262 p p m . , and an i r o n content of 0.2 p p m . 
The pump w a s de l ive r ing c o n s i d e r a b l e i n t r a ined 
a i r . 
A t h i r d w e l l , now ca l led Well No. 2 , w a s 
d r i l l ed to a depth of 957 ft. by W. L. T h o r n e , Des 
P l a i n e s , and comple ted Sept . 22 , 1926. I t i s l o -
ca ted about 1500 ft. S. and 250 ft. W. of the N. E. 
c o r n e r of Sec t ion 9) . The e leva t ion of the ground 
su r f ace is 650± ft. 
The hole and cas ing r e c o r d shown in Table 1 
WINTHROP HARBOR 
Lake County 
Nov. 12, 1946 
w a s fu rn i shed by the d r i l l e r . 
TABLE 1 
Hole R e c o r d 
12- in . f r o m su r face to 632 ft. 
10- in . f rom 632 to 952 ft. 
Cas ing R e c o r d 
12- in . f r o m sur face to 152 ft. 10 in . 
10 - in . l i ne r f r o m 278 to 632 ft. 
Some w a t e r was found in the l i m e s t o n e , but 
the sands tone w a s t ight and h a r d with not m u c h 
w a t e r . When the wel l was c o m p l e t e d , the w a t e r 
l eve l w a s 39 ft. below the s u r f a c e ; and when 
pumped at a r a t e of 75 gpm. , the w a t e r l eve l was 
lowered to a depth of 225 ft. below the s u r f a c e . 
The wel l w a s equipped with a Keystone D r i l l e r 
C o . doub le -ac t ing p lunger pump having a 7 3 / 4 -
in . d i a m e t e r cy l inder and 18 - in . s t roke set a t a 
dep th of 250 ft. L a t e r the cy l inder was se t a t 
300 ft. 
By the s u m m e r of 1944, the wel l could not be 
pumped for a longer pe r iod than 2 h r . wi thout 
running d r y . I t was then o p e r a t e d a s an e m e r -
gency we l l . In Apr . 1946, a new pump i n s t a l l a -
t ion w a s m a d e cons i s t i ng of a P e e r l e s s Hi -L i f t 
S e r i a l N o . 33041 , having a 2 1/2-in. od. d i s c h a r g e 
pipe and powered by a 3 -hp . U . S . e l e c t r i c m o t o r . 
A sample (Lab . No. 107,586) was co l lec ted 
af ter 78 1/2 h r . of pumping at a r a t e of 20 g p m . 
A t e m p e r a t u r e of 51.2 F. and a pH of 7.5 w e r e 
o b s e r v e d . 
The four th we l l , now ca l led Well No. 3 , w a s 
d r i l l e d to a depth of 1015 ft. by W. J. Fu l ton 
Eng inee r ing C o . , Waukegan, in 1943. I t i s l o -
ca ted about 160 ft. n o r t h of Main St. and 275 ft. 
e a s t of She r idan Road (or a p p r o x i m a t e l y 1100 ft. 
S. and 900 ft. E. of the N. W. c o r n e r of Sect ion 
10). The e leva t ion of the ground su r f ace is 
630± ft. 
When the wel l was c o m p l e t e d , w a t e r was 
pumped for a p e r i o d of 8 h r . at a r a t e of 60 g p m . 
The drawdown was 174 ft. below a non-pumping 
w a t e r l eve l of 36 ft. below the pump b a s e . 
The wel l i s equipped with the following pump 
ins t a l l a t ion : 3 1/2-in. od. d i s c h a r g e p ipe ; John -
ston tu rb ine p u m p , S e r i a l No. 873 7; 15-hp . U. S. 
e l e c t r i c m o t o r . 
2 - Winthrop Harbor 
Correlated dr i l l e r ' s log of Well No. 3 furnished 
by the State Geological Survey: 
Analysis of a sample (Lab. No. 107,587), col-
lected on Sept. 5, 1946 after 22 1/2-hr. pumping 
at an estimated rate of 60 gpm., showed this 
water to have a total hardness of 14.8 gr. per 
gal., a residue of 439 ppm., and an iron content 
of 0.8 ppm. 
The hole and casing record is as shown in 
Table 2. 
TABLE 2 
Hole Record 
8-in. from surface to 680 ft. 
6-in. from 680 to 1015 ft. 
Casing Record 
8-in. steel pipe from surface to 118 ft. 
6-in. liner from 365 to 680 ft. 
During the summer of 1946, a total of 225 
services were supplied with water, and the com-
bined estimated pumpage averaged 60,000 gpd. 
Pumping operations were as follows: In Well No. 
1 continuously; Well No. 2 every other day for 24 
hr. ; and Well No. 3 served as an auxiliary sup-
ply unit to build up pressure when the other 2 
pumps were unable to supply the demand. 
LABORATORY NO. 107,585 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
city of Witt (1490) in 1921. 
In 1918, six test wells were drilled by Geo. 
Welter, Towanda, and located in the bottom land 
along East Fork of Shoal Creek, about 1/2 mi . 
north and one mi . east of the New York Central 
R. R. crossing in the city. A production test was 
made in Test Well No. 6, on May 31, 1918. The 
well was 6 in. in diameter and 39 ft. deep. Be-
fore the test the static water level was 6 ft. below 
ground level and after 5-days pumping at 70 gpm. 
the drawdown was 8 ft. Two observation wells 
were located 9 and 20 ft. from the test well and, 
while pumping in the test well, the water levels 
were 8 ft. and 7 ft. 3 in. respectively. 
In 1921, two wells were drilled at the loca-
tion of Test Well No. 6, about 400 ft. N. and 530 
ft. E. of the S. W. corner of Section 33, T. 10 N., 
WITT 
Montgomery County 
Aug. 5, 1948 
R. 2 W. The wells are 18 ft. apart , under the 
pumping station, which is a cylindrical concrete 
structure 25 ft. in diameter and 10 ft. deep, with 
the well extending 10 ft. above a ground level 
elevation of 650± ft. 
The wells were drilled 39 ft. deep and were 
cased with 10-in. pipe to 20 ft., below which was 
placed a 15-ft. screen. Water is pumped at a 
rate of 200 gpm. by either of 2 Dayton-Dick Co. 
centrifugal pumps, each run by a 30-hp. Century 
motor. 
Analysis of a sample (Lab. No. 115,293) col-
lected July 16, 1948 after 30-min. pumping at 200 
gpm. showed this water to have a hardness of 
14.9 gr. per gal., a residue of 388 ppm., and an 
iron content of 5.3 ppm. 
Pumpage is estimated to average 18,000 gpd. 
LABORATORY NO. 115,293 
Illinois State Water Survey - Bulletin No. 40 
A water supply was installed by the village 
of Woodhull (638) in 1902. 
At that time a well was drilled south of the 
Chicago, Burlington & Quincy R. R. t racks and on 
the east side of Division St. (or approximately 
1235 ft. S. and 2285 ft. E. of the N. W. corner of 
Section 30, T. 14 N., R. 2 E.) . The well was 
drilled by J. P. Miller Artesian Well Co., Brook-
field, to a depth of 1394 ft. below a ground su r -
face elevation of 821± ft. The diameters of the 
bore hole were 12 in. to a depth of 150 ft.; 8 in. 
from 150 to 400 ft.; and 6-in. from 400 ft. to the 
bottom of the well. 
The well was cased with 10-in. pipe to a depth 
of 183 ft. and with 250 ft. of 6 1/4-in. pipe with 
the bottom at a depth of 531 ft. The well is 
equipped with a John H. McGowan deep-well pump; 
and in June 1943 it was reported that the cylinder 
setting was at 281 ft. below the ground surface. 
In 1903 the non-pumping water level was 120 
ft. below the ground surface. In Dec. 1946 the 
pump was being removed for repa i rs or rep lace-
ment. 
Analysis of a sample (Lab. No. 35467) col-
lected Oct. 9, 1916, showed this water to have a 
hardness of 9.8 gr. per gal., a mineral content 
of 928 ppm., and an iron content of 0.6 ppm. 
Well No. 2 was drilled in 1925 by the J. P. 
Miller Artesian Well Co. It is located 33 ft. north 
of the old well and is 1369 ft. deep. 
The well is cased with 10-in. pipe to a depth 
of 159 1/2 ft., and with 8-in. pipe from 156 1/2 
ft. to 609 ft. Below the 8-in. casing the bore hole 
is 8 in. in diameter . A layer of coal was reported 
between 260 and 263 ft. 
The well is equipped with an American Well 
Works double-acting cylinder pump with 24-in. 
WOODHULL 
Henry County 
Feb. 25, 1948 
stroke and rated at 100 gpm.; the 5 3/4-in. diam-
eter cylinder is attached to 360 ft. of 6-in. drop 
pipe. The cylinder has been lowered 53 ft. since 
i ts original setting. Power is furnished by a 
15-hp. electric motor. 
In Nov. 1926 the non-pumping water level 
was reported to be 248 ft. below the surface, and 
in June 1943 it was reported to be about 300 ft. 
Analysis of a sample (Lab. No. 108,504) showed 
the water from Well No. 2 to have a hardness of 
9.0 gr. per gal., a residue of 895 ppm., and an 
iron content of 0.6 ppm. 
Pumpage is estimated to average 15,000 gal. 
per day. 
Sample-study log of Well No. 2 furnished by the 
State Geological Survey: 
. LABORATORY NO. 108,504 
I l l inois State Water Survey - Bul le t in No. 40 
A publ ic wa te r supply was ins ta l l ed in 1904 
by the v i l lage of Woodland (334). 
At tha t t ime a wel l was d r i l l e d to a depth of 
about 130 ft. and c a s e d with 6 - in . p ipe . The s u p -
ply f r o m th i s wel l was v e r y s m a l l in 1939 and 
the old t r i p l e x suct ion pump was w o r n out . The 
wel l was plugged and abandoned. 
In 1939, Well No. 2 was d r i l l e d to a depth of 
107 ft. by John Bol l ige r and Sons , F a i r b u r y , and 
located 16 ft. south of the old we l l , on the nor th 
s ide of Main St . , 150 ft. e a s t of the Chicago and 
E a s t e r n I l l ino i s R. R. (or a p p r o x i m a t e l y 50 ft. 
N. and 1000 ft. W. of the S. E. c o r n e r of Sect ion 
20 , T. 26 N . , R. 12 W.). The ground e leva t ion 
is 645± ft. 
The wel l was c a s e d wi th 6- in . pipe to 97 ft. 
and with 10 ft. of Cook s c r e e n . 
On June 6, 1939, the non-pumping w a t e r l eve l 
was 20 ft. below the su r f ace and when pumping 
at an e s t i m a t e d r a t e of 160 gpm. the drawdown 
was 25 1/2 ft. 
Well No. 2 was abandoned af ter Well No. 4 
w a s p laced in s e r v i c e . The P o m o n a t u rb ine was 
r e m o v e d and in s t a l l ed in Well No. 4 . The p r o -
duct ive capac i t y of Well No. 2 dec l ined . The wel l 
w a s given an acid t r e a t m e n t and the capac i ty i n -
c r e a s e d for s e v e r a l mon ths af ter which i t d i m i n -
i s h e d to such an ex ten t t h a t , whi le pumping , w a t e r 
was d i s c h a r g e d for 3 -minu te p e r i o d s . When the 
s c r e e n w a s r e m o v e d , i t was in good condi t ion, 
and v e r y l i t t le sand was found in the b o t t o m of 
the we l l . 
A n a l y s i s of a s a m p l e ( L a b . No . 85768) c o l -
lec ted June 6, 1939 showed th i s w a t e r to have a 
h a r d n e s s of 21.7 g r . pe r g a l . , a r e s i d u e of 488 
p p m . , and an i r o n content of 0.8 ppm. 
Wel l s No. 3 and 4 w e r e d r i l l ed in 1945 by 
WOODLAND 
I roquo i s County 
Nov. 19, 1948 
John B o l l i g e r . 
Well No. 3 was loca ted 3 ft. n o r t h of Well No. 
2. Dr i l l ing was s topped at a depth of 118 ft. when 
a bou lder was encoun te red . The produc t ion r a t e 
was 40 gpm. The 6- in . cas ing was r e m o v e d to 
Well No. 4 . 
Well No. 4 was d r i l l e d to a depth of 122 ft. 
and loca ted about 2 b locks south of Well No. 2 or 
20 ft. south of Mil l St. and 75 ft. e a s t of the C h i -
cago and E a s t e r n I l l ino is R . R . r i g h t - o f - w a y 
( a p p r o x i m a t e l y 800 ft. S. and 1000 ft. W. of the 
N. E. c o r n e r of Sect ion 29)1 
Well No . 4 w a s c a s e d with 10- in . p ipe and 6 
ft. of 8- in . Johnson s c r e e n , having No. 50 s lo t 
open ings . The bo t tom of the s c r e e n was s e t a t 
122 ft. When the wel l w a s c o m p l e t e d , the s t a t i c 
w a t e r l eve l w a s within one ft. of the ground s u r -
face e leva t ion of 645 t ft. The d r i l l e r r e p o r t e d 
pumping for 3 h r . at a r a t e of 250 g p m . 
The pumping equ ipment c o n s i s t s of 60 ft. of 
4 1/2- in. co lumn pipe; 6 - in . , 16 - s t age P o m o n a 
t u rb ine pump , No . S . U. 230, having an o v e r a l l 
length of 6 ft. 3 in . and r a t e d at 100 g p m . aga in s t 
140 ft. of head ; 10 ft. of 4 1/2-in. suc t ion p ipe ; 
no a i r l ine; 5 -hp . , 1735 r p m . Wes t inghouse e l e c -
t r i c m o t o r No. 6139. 
The pump d i s c h a r g e h a s been d e c r e a s i n g 
g r a d u a l l y s ince A p r . 1948 m a k i n g i t n e c e s s a r y 
to o p e r a t e the pump the g r e a t e r p a r t o f e ach day. 
Some sand i s now d i s c h a r g e d . Some s u p p o s i -
t i ons a r e : (a) w o r n i m p e l l e r b l a d e s o r h o l e s i n 
co lumn p ipe ; (b) sand clogging as in Well No. 2 . 
A n a l y s i s of a s a m p l e ( L a b . No . 116,472) c o l -
l ec ted Nov. 15, 1948 showed t h i s w a t e r to have a 
h a r d n e s s of 23.3 g r . p e r ga l . , a r e s i d u e of 498 
p p m . , and an i r o n content of 0.5 p p m . 
P u m p a g e i s e s t i m a t e d to a v e r a g e 9000 gpd. 
LABORATORY NO. 116,472 
I l l ino i s Sta te Water Survey - Bul le t in No. 40 
A public w a t e r supply was ins ta l l ed in 1912 
by the c i ty of Wood Rive r (8197). The c i ty c o n -
s t r u c t e d the d i s t r i bu t ion s y s t e m and p u r c h a s e d 
w a t e r f r o m the S tandard Oil C o . 
In 1912, the Standard Oi l C o . ope ra t ed fifteen 
12 - in . tubu la r w e l l s d r i l l e d to depths of 90 to 95 
ft. , and p e n e t r a t i n g about 65 ft. of w a t e r - b e a r i n g 
sand and g r a v e l a t the b o t t o m . The we l l s w e r e 
spaced 35 to 100 ft. a p a r t and each wel l w a s 
fi t ted wi th a 20-f t . length of Johnson s t r a i n e r at 
the bo t tom. In 1912, the non-pumping w a t e r l eve l 
w a s 26 ft. be low a ground l eve l of 430 t ft. P u m p -
ing was not r e q u i r e d at full capac i ty . When 
pumping at about 370 gpm. (or 8 mgd.) the d r a w -
down w a s about 11 ft. 
In 1916 a l l of the old we l l s had been abandoned 
and w a t e r was being obta ined f r o m nine 16- in . 
w e l l s , f r o m 110 to 140 ft. in depth . The yield of 
e ach wel l w a s r e p o r t e d to be about one mgd . The 
non-pumping w a t e r l eve l w a s 26 ft. below ground 
l eve l and the pumping l eve l about 40 ft. 
N e a r l y a l l we l l s in u s e in 1918 w e r e 20 in . in 
d i a m e t e r and about 110 ft. d e e p . During a t e s t 
one wel l was r e p o r t e d to y ie ld 2100 gpm. The 
to ta l p roduc t i on , a t tha t t i m e , was e s t i m a t e d a t 
25 m g d . 
In 1923 , about one-ha l f of the w a t e r supply 
w a s obta ined f r o m t h i r t e e n 24- in . w e l l s , e ach 
one about 112 ft. deep and each wel l f i t ted with a 
30-f t . length of 18- in . Johnson s c r e e n having No . 
30 s lot open ings . 
Due to clogging of s c r e e n s the life of the w e l l s 
had a v e r a g e d about 4 y e a r s , a f te r which the y ie ld 
w a s p r a c t i c a l l y n i l . 
The ba l ance of the w a t e r supply , in 1923, was 
obta ined f r o m the M i s s i s s i p p i R i v e r . I t was r e -
po r t ed tha t about 8 mgd . was obta ined f rom we l l s 
and 12 m g d . f r o m the r i v e r . Water l eve l in t h e 
w e l l s w a s 35 ft. be low ground l e v e l , t h r e e h o u r s 
af ter pumping had s topped. 
Ana lys i s of a s amp le (Lab . No. 49979) c o l -
lec ted f r o m the wel l supply Aug. 22, 1923, showed 
the w a t e r to have a h a r d n e s s of 15.0 g r . p e r ga l . , 
a m i n e r a l content of 362 p p m . , and an i r o n c o n -
t en t of 0.4 ppm. 
In 1930, the ci ty of Wood R i v e r d i scont inued 
the p r a c t i c e of buying w a t e r and Wel ls No. 1 and 
2 w e r e c o n s t r u c t e d for the c i ty by Thorpe C o n -
c r e t e Wel l C o . , Alton, and loca ted a t the w a t e r -
w o r k s p lan t s i t e on the ea s t s ide of F o u r t e e n t h 
WOOD RIVER 
Madison County 
D e c . 10, 1948 
St. be tween Madison and F e r g u s o n St. 
Well No. 1, loca ted on the w e s t e r l y or 
F o u r t e e n t h St . s ide of the p r o p e r t y , was 109.7 ft. 
deep and c a s e d with 26- in . id . c o n c r e t e p ipe , 
with 76.2 ft. of p o r o u s c o n c r e t e pipe s t r a i n e r at 
the bo t tom. Well No. 1 h a s been abandoned. 
Well No. 2 was loca ted 60 ft. no r th of Well 
No. 1, (or a p p r o x i m a t e l y 800 ft. S. and 300 ft. E. 
of the N. W. c o r n e r of Sec t ion 26, T. 5 N . , R. 9 W.). 
S a m p l e - s t u d y log of Well No. 2 furn ished by the 
State Geolog ica l Survey: 
Well No. 2 was c a s e d with 26 - in . id . c o n c r e t e 
p i p e , with 75 ft. of p o r o u s c o n c r e t e pipe s t r a i n e r 
a t the bo t tom. On Jan . 12, 1934, the non-pumping 
w a t e r l eve l w a s 36 ft. 2 in . be low the top of the 
wel l and af ter 4 - h r . pumping a t 1000 gpm. the 
d rawdown w a s 9 ft. Well No. 2 was abandoned 
in 1937. 
Wel l s No. 3 and 4 w e r e c o n s t r u c t e d in 1937 
by Thorpe and loca ted along the Madison St. s ide 
of the w a t e r w o r k s p r o p e r t y , with Well No. 3, 150 
ft. e a s t of Well No . 4. E a c h wel l was 113 1/2 ft. 
deep and was c a s e d with 26 - in . id . c o n c r e t e pipe 
with 73 1/2 ft. of p o r o u s c o n c r e t e pipe s t r a i n e r 
a t the bo t tom. On June 2 3 , 1937, the non-pumping 
w a t e r l eve l was 40 ft. below ground leve l e l e v a -
t ion 438± ft. Wel l No. 3 h a s been abandoned and 
Well No. 4 is ma in t a ined for e m e r g e n c y but is 
s e l d o m used . 
Subsequent ly Wel ls 5, 6, 7 and 8 w e r e d r i l l e d 
along the south and wes t s i de s of the p r o p e r t y by 
Thorpe Well C o . , Al ton. The wel l depths r anged 
f r o m 110 to 114 ft. and the c a s i n g s w e r e 26- in . 
id . c o n c r e t e p ipe . Wel l s No. 5 to 8 inc lus ive 
have been abandoned . 
Wel ls No. 4, 9, 10, 12 and 13 now furnish the 
public supply . 
Well No. 9 w a s d r i l l ed to a depth of about 112 
2 - Wood R i v e r 
ft. by Thorpe and was c a s e d with 26- in . id . c o n -
c r e t e pipe with p o r o u s c o n c r e t e pipe s t r a i n e r s . 
The pumping equ ipment c o n s i s t s of 90 ft. of 5 - in . 
co lumn pipe; 6- in . , 8 - s t age P o m o n a tu rb ine pump; 
10 ft. of 5 - in . suct ion pipe; 2 0 - h p . , 1760 r p m . 
G e n e r a l E l e c t r i c m o t o r , No. 5448170. 
The pump d i s c h a r g e r a t e i s 185 g p m . , and the 
d rawdown is 23 ft. 
Well No. 10 was d r i l l ed in 1943 to a depth of 
116 ft. by H. L. Watson , E a s t St. L o u i s , and l o -
ca ted n e a r the sou theas t c o r n e r of the p r o p e r t y , 
or 30 ft. n o r t h and 270 ft. e a s t of the i n t e r s e c t i o n 
of F o u r t e e n t h and Madison St. The wel l w a s 
cased with 12 - in . id . pipe f r o m 1 1/2 ft. above to 
77 ft. below ground l eve l , and with 40 ft. of 11 
1 /4 - in . od. Johnson A r m c o - i r o n w i r e -wound 
s c r e e n to the b o t t o m . The s c r e e n had No. 14-25 
s lo t o p e n i n g s . 
On A p r . 7 - 8 , 1943, a p roduc t ion t e s t was m a d e 
by the State Water Survey . Before the t e s t , the 
s t a t i c w a t e r l eve l was 49.0 ft. below the top of 
the c a s i n g , and af ter 1-hr . pumping at 570 gpm. 
the drawdown was 9.0 ft. After a 1-hr . shutdown, 
the w a t e r l e v e l r e t u r n e d to wi thin 1 ft. of the 
s t a r t i ng l eve l , and then af ter 5 1/2-hr. pumping 
at 730 gpm. the d rawdown was 12.0 ft. O b s e r v a -
t ions of w a t e r l eve l s in we l l s 4, 8 and 9 r e v e a l e d 
tha t i n t e r f e r e n c e be tween w e l l s , while m e a s u r -
a b l e , was not l a r g e enough to affect the pumping 
capac i ty of any wel l a t the t i m e . 
The pump a s s e m b l y , in s t a l l ed in 1943, c o n -
s i s t s of 70 ft. of 7 1/4-in. id . co lumn p ipe ; 8- in . , 
7 - s t age P o m o n a tu rb ine p u m p , No. N-2014 , 
r a t e d at 800 gpm. at 100 ft. of head; the o v e r a l l 
length of the pump is 5.0 ft.; 25 ft. of 6- in . s u c -
t ion p ipe ; 94.1 ft. of 1/4-in. a i r l ine ; 4 0 - h p . , 
1760 r p m . Wes t inghouse e l e c t r i c m o t o r . 
Well No. 10 h a s been given ac id t r e a t m e n t 
with r e s u l t s r e p o r t e d to be s a t i s f a c t o r y . 
Ana lys i s of a s a m p l e (Lab . No. 116,712) c o l -
l ec ted D e c . 10, 1948 showed the w a t e r to have a 
h a r d n e s s of 14.3" g r . p e r g a l . , a r e s i d u e of 304 
p p m . , and an i r o n content of 0.4 p p m . 
All w a t e r i s ch lo r ina t ed but not o t h e r w i s e 
t r e a t e d . 
Well No. 11 was comple t ed in A p r . 1943 to a 
depth of 111 1/2 ft. by H. L. Watson , and located 
80 ft. no r th of Well No. 10. The wel l w a s c a s e d 
wi th 12- in . id . pipe f r o m 1 1/2 ft. above to 82 
1/2 ft. be low ground l eve l , and with 30 ft. of 11 
1 /4 - in . od. Cook A r m c o - i r o n wi re -wound s c r e e n , 
having No. 20-25 s lot open ings . 
On A p r . 28 , 1943, a p roduc t ion t e s t was made 
by the State Water Survey . Before the t e s t the 
w a t e r l eve l was 47.7 ft. below the top of the c a s -
ing and af ter 8 -h r . pumping at 402 gpm. the 
drawdown was 6.0 ft. Two h o u r s af ter the shu t -
down, the w a t e r level r e t u r n e d to the s t a r t i ng 
l e v e l . Water l eve l o b s e r v a t i o n s m a d e in Wells 
4 , 8 , 9 and 10 indicated tha t i n t e r f e r e n c e be tween 
we l l s was not s ignif icant a t n o r m a l pumping 
r a t e s . 
The pumping equ ipment in Well No. 1 1 , i n -
s ta l led in 1943 , cons i s t ed of 90 ft. of 6- in. co lumn 
p ipe ; 6- in . 12 - s t age P o m o n a tu rb ine p u m p , No. 
581694, r a t e d at 250 gpm. , the o v e r a l l length of 
the pump is 6.75 ft., 89.7 ft. of 1/4-in. a i r l ine ; 
20 -hp . 1760 r p m . e l e c t r i c m o t o r . 
A n a l y s i s of a s amp le (Lab . No. 96026) c o l -
l ec ted A p r . 28 , 1943 showed th i s w a t e r to have a 
h a r d n e s s of 17.1 g r . pe r ga l . , a r e s i d u e of 350 
p p m . , and an i r o n content of 0.8 p p m . 
Well No. 11 b e c a m e clogged with i r o n depos i t 
and an acid t r e a t m e n t was given a t the s a m e 
t i m e as Well No. 10. The r e s u l t w a s not s a t i s -
fac to ry and Well No. 11 h a s been abandoned. 
Well No. 12 was d r i l l e d in 1945 to a depth of 
114 ft. by H. L. Watson and loca ted on the e a s t 
s ide of F o u r t e e n t h St. in the n o r t h w e s t c o r n e r of 
the w a t e r w o r k s p r o p e r t y . The wel l was c a s e d 
with 12- in . id . pipe with 34 ft. of 12- in . id . J o h n -
son s c r e e n . The top 8 ft. of the s c r e e n h a s No. 
20 s lo t openings ; the next 12 ft. h a s No. 50 s lo t s 
and the lower 14 ft. h a s No. 16 s l o t s . When the 
wel l w a s c o m p l e t e d , the s t a t i c w a t e r level was 
37 ft. be low ground l e v e l . 
The pumping e q u i p m e n t c o n s i s t s of 85 ft. of 
6- in . co lumn pipe; 10- in . , 7 - s t a g e Pomona t u r -
bine p u m p , r a t e d at 500 gpm; about two feet of 
suct ion pipe with s t r a i n e r ; 10 -hp . 1800 r p m . , 
U. S . e l e c t r i c m o t o r , No. 416169. 
Well No. 13 was d r i l l e d in 1947 to a depth of 
111 ft. 8 in . by H. L. Watson and loca ted 300 ft. 
e a s t of Well No. 10. The wel l was c a s e d wi th 
16 - in . pipe with 37 ft. 1 in . of Johnson s c r e e n 
having No. 20 s lo t open ings . 
The pumping equ ipment c o n s i s t s of 90 ft. of 
8 - in . co lumn p ipe ; 12- in . , 6 - s t age F a i r b a n k s -
M o r s e t u r b i n e pump, No. SH 143, r a t e d a t 800 
gpm. ; 10 ft. of 6 r in . suc t ion p ipe; 75 -hp . , 1765 
r p m . G e n e r a l E l e c t r i c m o t o r , No. VD 6710440. 
When the wel l was comple t ed , i t was r e p o r t e d 
tha t a f te r two h o u r s pumping a t 760 gpm. the 
drawdown was 11 ft. and, in ano ther t e s t , when 
pumping at 1050 gpm. , for an u n r e p o r t e d length 
of t i m e the drawdown w a s 14 1/2 ft. N o n - p u m p -
ing w a t e r l eve l s w e r e not r e p o r t e d . 
Wood R i v e r - 3 
The p u m p s a r e u s u a l l y o p e r a t e d two a t a 
t ime and as No. 9 and No. 12, No. 9 and No . 10. 
In s u m m e r m o n t h s No. 13 i s o p e r a t e d with e i t he r 
No. 9, 10 o r 12. 
P u m p a g e i s e s t i m a t e d to a v e r a g e 690,000 gpd. 
LABORATORY NO. 116,712 
I l l inois State Water Survey - Bul le t in No. 40 
Wate r w o r k s w e r e o r ig ina l ly ins t a l l ed by the 
ci ty of Woodstock (6123) in 1894. They have a l -
ways been owned and o p e r a t e d by the ci ty , and 
n u m e r o u s ex tens ions and addi t ions have been 
m a d e s ince tha t t i m e . 
The in i t i a l supply was obta ined f r o m a wel l 
d r i l l ed to a depth of 1014 ft. A second wel l was 
d r i l l e d to a depth of 956 ft. in 1899-1900 which 
was l a t e r deepened to 2072 ft. in 1908. A t h i r d 
wel l w a s d r i l l e d in 1906 or 1907 to a r e p o r t e d 
depth of 1191 ft. 
C o r r e l a t e d d r i l l e r ' s log of the t h i rd wel l 
fu rn ished by the State Geologica l Survey: 
T h e s e 3 we l l s w e r e loca ted on the mun ic ipa l 
plant s i te a t the southwest i n t e r s e c t i o n of F i r s t 
and Whee le r St . The we l l s w e r e d r i l l e d by t h e 
J . P . M i l l e r A r t e s i a n Well C o . , Brookfie ld , and 
w e r e cased with 10 and 12- in . pipe at the t op , 
ending in 5- in . d i a m e t e r ho l e s a t the bo t tom. 
T h e i r combined p roduc t ion , in 1911, was r e p o r t e d 
to be 400 gpm. They w e r e abandoned s o m e t i m e 
in 1921 b e c a u s e of poor y ie ld and a r e now capped 
and sea led . 
B e c a u s e of a t h r e a t e n e d s h o r t a g e of wa te r in 
1912, two sand and g r a v e l w e l l s w e r e d r i l l ed and 
WOODSTOCK 
McHenry County 
July 3 1 , 1947 
a second pumping s ta t ion w a s e r e c t e d on the 
nor th s ide of McHenry Ave . about 4400 ft. n o r t h -
e a s t of the f i r s t pumping s ta t ion . The we l l s w e r e 
spaced about 15 ft. a p a r t and w e r e 85 ft. deep , 
10 in . in d i a m e t e r and w e r e equipped wi th Cook 
s c r e e n s 18 ft. long. T h e i r combined p roduc t ion , 
in 1914, was r e p o r t e d to be 500,000 gpd. T h e s e 
we l l s fu rn i shed a p a r t of the publ ic w a t e r supply 
unt i l Dec . 20, 1920. T h e y w e r e abandoned in 
1921 b e c a u s e of a r educ t ion in t h e i r p roduc t ive 
c a p a c i t i e s and b e c a u s e of p lunger pump diff i -
cu l t i e s caused by in f i l t r a t ion of fine sand through 
the s c r e e n s . T h e r e was a l s o s o m e object ion to 
the qual i ty of the w a t e r due to seepage of su r face 
w a t e r . 
In 1920-1921 , two sand and g r a v e l we l l s w e r e 
d r i l l e d by the Layne and Bowler Co . , C h i c a g o , 
on the mun ic ipa l s i te at the sou thwes t c o r n e r of 
F i r s t and Whee le r St. ( app rox ima te ly 3000 ft. S. 
and 1000 ft. E. of the N. W. c o r n e r of Sec t ion 5, 
T. 44 N. , R. 7 E . ) . The e l eva t ion of the ground 
sur face a t the wel l s i s 915± ft. E a c h wel l w a s 
d r i l l e d 30 in . in d i a m e t e r by the r o t a r y p r o c e s s , 
the s c r e e n and 24- in . c a s ing w e r e then se t and 
the annu la r space outs ide the s c r e e n was f i l led 
with g r a v e l 1/2 to 1 in . in d i a m e t e r . The n o r t h 
wel l (ca l led No. 1) is 196 ft. d e e p . A r e c o r d of 
the cas ing and s c r e e n i n s t a l l a t i o n s fu rn i shed by 
the d r i l l e r is given in Table 1. 
TABLE 1 
24- in . ca s ing f r o m sur face to 95 ft. 10 in . 
24 - in . 6-opening s c r e e n be tween 95 ft. 10 in . and 
100 ft. 10 in . 
24 - in . c a s ing be tween 100 ft. 10 in . and 110 ft. 10 
in . 
24 - in . 6-opening s c r e e n be tween 110 ft. 10 
in . and 135 ft. 10 in . 
24 - in . p e r f o r a t e d cas ing be tween 130 ft. 10 in . 
and 145 ft. 10 in . 
13 - in . cas ing be tween 130 ft. and 147 ft. 7 in . 
13- in . 6-opening s c r e e n be tween 147 ft. 7 in . and 
196 ft. 
1-in. 6-opening shu t t e r plug 12 in . x 10 in . x 60 
in . a t the bo t tom. 
After comple t ion of the we l l , a p roduc t ion t e s t 
was made on F e b . 4 , 1921. After pumping a t an 
a v e r a g e r a t e of 648 gpm. for 10 h r . , t h e d rawdown 
was 37 1/2 ft. below a non-pumping w a t e r l eve l 
of 49 1/2 ft. below the s u r f a c e . 
The following pump in s t a l l a t i on , m a d e in 
1935, w a s pul led , o v e r h a u l e d , and r e - i n s t a l l e d in 
1945: 125 1/2 ft. of 8 - in . co lumn pipe; 15 - in . , 
3 - s t age Layne t u rb ine pump (No. 7235) r a t e d a t 
2 - Woodstock 
1200 gpm. aga ins t 130 ft. of head; the o v e r a l l 
length of the pump is 4 1/2 ft.; 30-f t . of 10- in . 
suct ion pipe with a 2-ft . s t r a i n e r ; 140 ft. of a i r 
l ine ; 50 -hp . West inghouse e l e c t r i c m o t o r . 
This wel l s e r v e s as an a l t e r n a t e uni t in the 
supply of r a w w a t e r to the t r e a t i n g p lan t . 
The south wel l (cal led No. 2) was d r i l l ed to 
a depth of 206 ft. 9 in . ' 
A r e c o r d of the cas ing and s c r e e n ins t a l l a t ion 
furnished by the d r i l l e r i s given in Table 2 . 
TABLE 2 
24- in . c a s ing f rom 1 ft. 6 in . above ground s u r -
face to 107 ft. 8 in . 
24- in . 6-opening s c r e e n be tween 107 ft. 8 in . and 
112 ft. 7 in . 
2 4 - i n . ca s ing be tween 112 ft. 7 in . and 122 ft. 4 in . 
24 - in . 6-opening s c r e e n be tween 122 ft. 4 in . and 
141 ft. 10 in . 
24 - in . ca s ing be tween 141 ft. 10 in . and 161 ft. 4 
in . 
24 - in . 6-opening s c r e e n be tween 161 ft. 4 in . and 
166 ft. 3 in . 
13- in . cas ing be tween 158 ft. and 167 ft. 9 in . 
13- in . 6-opening s c r e e n be tween 167 ft. 9 in . and 
206 ft. 9 in . 
1-in. 6-opening shu t t e r plug 12 in . x 10 in . x 60 
in . a t the bo t tom. 
Upon comple t ion of the we l l , a p roduc t ion 
t e s t was m a d e on J an . 9 , 1921 . After pumping 
at an a v e r a g e r a t e of 877 g p m . for 10 h r . , the 
d rawdown w a s 39 1/2 ft. below a non-pumping 
w a t e r l eve l of 49 1/2 ft. be low t h e s u r f a c e . 
A non -pumping w a t e r l eve l of 57 ft. below the 
pump b a s e , and drawdowns of 46 ft. and 44 ft. 
r e s p e c t i v e l y , when pumping at r a t e s of 1000 and 
850 g p m . , w e r e r e p o r t e d in 1945. 
Well No . 2 was used as an a u x i l i a r y unit in 
July , 1947 and w a s o p e r a t e d about 2 h r . da i ly 
du r ing 5 days of the week . 
The following pump in s t a l l a t i on , m a d e in 
1935, was pul led , o v e r h a u l e d , and r e - i n s t a l l e d in 
1945: 125 1/2 ft. of 8 - in . co lumn p ipe ; 15 - in . , 
3 - s t age Layne t u rb ine pump (No. 7234) r a t e d at a 
c a p a c i t y of 1200 gpm. a g a i n s t 130 ft. of head ; the 
o v e r a l l length of the pump is 4 1/2 ft.; 30 ft. of 
10 - in . suc t ion pipe with a 2-f t . s t r a i n e r ; 140 ft. 
o f a i r l ine ; 5 0 - h p . Wes t inghouse e l e c t r i c m o t o r . 
Wel l No . 3 w a s d r i l l e d to a depth of 198 ft. by 
the L a y n e - W e s t e r n C o . , Ch icago , in 1939. I t i s 
located about 125 ft. sou theas t of Well No. 2. 
The wel l i s of the g r a v e l - p a c k e d type having 
150 ft. of 30- in . ou ter c a s i n g , 150 ft. of 18- in . 
inner cas ing , and 50 ft. of 18- in . Layne shut te r 
s c r e e n . Water is obtained f r o m a depos i t of 
sand , g r a v e l and b o u l d e r s be tween dep ths of 148 
and 198 ft. 
C o r r e l a t e d d r i l l e r ' s log of Well No. 3 furn ished 
by the State Geologica l Survey: 
Upon comple t ion of the wel l , i t was r e p o r t e d 
tha t the d rawdown was 68 ft. be low a non-pumping 
w a t e r l eve l of 55 ft. be low the s u r f a c e , when 
pumping at 1440 g p m . On Sept . 6, 1939, after 
pumping for s e v e r a l days a t 1175 g p m . , the w a t e r 
l eve l was 91 ft. below the s u r f a c e . On Sept . 7, 
1939, the w a t e r l eve l was 56 1/2 ft. a f te r an idle 
pe r i od of 1 1/2 h r . 
The following pump in s t a l l a t i on was m a d e in 
Sept . 1939: 140 ft. of 10- in . co lumn p ipe ; 15 - in . , 
5 - s t age Layne t u r b i n e pump (No. 9586) r a t e d a t 
a capac i ty of 1350 g p m . a g a i n s t 165 ft. of head ; 
the o v e r a l l length of the pump is 6 ft. 4 in . ; 10 ft. 
of 10- in . suc t ion p ipe; 146 ft. 4 in . of a i r l ine ; 
75 -hp . West inghouse e l e c t r i c m o t o r . 
Well No . 3 was supplying the t r e a t i n g p lan t 
wi th r a w w a t e r dur ing July , 1947. I t w a s o p e r a t -
ing 23 h r . da i ly dur ing 5 days a week and d e -
l i v e r e d about 1150 g p m . to the p lan t . 
A n a l y s i s of a s ample (Lab . No. 111,019) c o l -
l ec t ed July 10, 1947, f r o m a tap on the d i s c h a r g e 
pipe 300 ft. f r o m Well No. 3 , a f te r 1 2 - h r . p u m p -
ing at 1100 gpm. , showed t h i s w a t e r to have a 
t o t a l h a r d n e s s of 21.5 g r . p e r ga l . , a r e s i d u e of 
382 p p m . , and an i r o n content of 1.3 ppm. 
All w a t e r i s ch lo r ina t ed , softened and t r e a t e d 
for i r o n r e m o v a l . 
A n a l y s i s of a s amp le (Lab . No. 112,417) c o l -
l ec t ed July 10, 1947, showed the t r e a t e d w a t e r , 
a f ter c h l o r i n a t i o n , to have a t o t a l h a r d n e s s of 
4 .4 g r . p e r ga l . , a t o t a l m i n e r a l content of 102 
p p m . , and an i r o n content of 0.1 p p m . 
Dur ing the month of June 1947, the t o t a l 
quant i ty pumped to the p lan t and t r e a t e d w a s 
42,291,200 g a l . , an a v e r a g e of 1.4 mgd . 
Woodstock - 3 
LABORATORY NO. 111,019 
LABORATORY NO. 112,417 
I l l ino is State Water Survey - Bul le t in No. 40 
A publ ic wa te r supply was p a r t i a l l y ins t a l l ed 
in 1947 by the v i l lage of Worden (1264). 
A wel l was d r i l l ed by Calhoun Dri l l ing Co . , 
Batch town, and loca ted about 2 m i l e s w e s t of 
town, in Cahokia C r e e k b o t t o m s (or a p p r o x i m a t e -
ly 1200 ft. N. and 1200 ft. W. of the S. E. c o r n e r 
of Sect ion 28 , T. 6 N . , R. 7 W.) . The e leva t ion 
of the ground sur face is 4 9 8 i ft. 
C o r r e l a t e d d r i l l e r ' s log of we l l d r i l l ed in 1947 
furn ished by the State Geologica l Survey: 
The comple ted well was loca ted at the s i t e of 
a 6- in . t e s t hole 78 ft. deep which , in a 6 - h r . 
p roduc t ion t e s t , had yie lded 62 g p m . with a d r a w -
WORDEN 
Madison County 
Nov. 22, 1948 
down of 29 ft. f rom a s t a t i c w a t e r l eve l of 8 ft. 
below ground l e v e l . 
In f inishing the we l l , the 6- in . c a s ing was 
r e m o v e d and r e p l a c e d by 8- in . ca s ing f r o m the 
ground su r face to 46 1/2 ft . , below which w a s an 
8-ft. exposed length of Cook b r a s s s c r e e n , having 
No. 40 s lo t opening's. The bo t tom of the s c r e e n 
was se t at about 54 ft. and the top of the 8- in . 
cas ing w a s 8 ft. above ground l eve l . 
On Oc t . 2 3 , 1947 a p roduc t ion t e s t was m a d e 
by. the State Water S u r v e y . Before the t e s t , the 
w a t e r l eve l w a s 12.1 ft. below ground . After 3 -
h r . pumping a t 86 gpm. the d rawdown was 28.9 
ft. and af te r 1-hr. add i t iona l pumping at 65 g p m . 
the d rawdown w a s 21.3 ft. One hour after shu t -
down of the p u m p , the w a t e r l eve l w a s 12.1 ft. 
T e m p o r a r y pumping equ ipmen t was u s e d for 
the t e s t . The wel l h a s been capped . A t t empt s 
- a r e be ing m a d e to comple te the w a t e r s y s t e m . 
A n a l y s i s of a s ample ( L a b . No. 112,303) c o l -
l ec t ed Oct . 23 , 1947 af ter 7 -h r . pumping showed 
th i s w a t e r to have a h a r d n e s s of 10.2 g r . pe r 
g a l . , a to t a l m i n e r a l content of 221 p p m . , and an 
i r o n content of 33.6 p p m . The h igh i r o n content 
i s p r o b a b l y due to the p r e s s u r e of c o n s i d e r a b l e 
t u rb id i t y . 
LABORATORY NO. 112,303 
I l l ino i s State Water Survey - Bul le t in No. 40 
A publ ic wa te r supply was ins t a l l ed by the 
v i l lage of Wyanet (868) in 1916. 
At t ha t t i m e , a wel l was d r i l l ed by Hawkins 
and O l d s , Wyanet and loca ted in the wes t s ide of 
the pumping s ta t ion at Locus t St. and Main St. 
(or a p p r o x i m a t e l y 150 ft. N. and 1000 ft. E. of 
the S .W. c o r n e r of Sect ion 16, T. 16 N. , R. 8 E . ) . 
The wel l was d r i l l ed to a depth of 218 ft., the 
lower 28 ft. pene t r a t i ng w a t e r - b e a r i n g sand . 
The wel l was c a s e d with 195 ft. of 8- in . wrought 
i r o n p ipe ; with a 10-ft . length of Johnson s c r e e n 
wedged to the bo t tom of the c a s i n g . The ground 
su r face e leva t ion at the well is 658± ft. 
Dur ing c o n s t r u c t i o n o f the we l l , i t was r e -
por ted tha t when the d r i l l ing p e n e t r a t e d sand a t 
180-f t . depth , the w a t e r l eve l r a i s e d to 90 ft. 
The pumping i n s t a l l a t i on c o n s i s t s of a 5 3 / 4 -
in . Keys tone D r i l l e r cy l inder pump a t tached to 
150 ft. of 6- in . d r o p pipe and b e l t - d r i v e n by a 
15-hp . Wagner E l e c t r i c m o t o r . The pump o p e r -
a t e s wi th an 18- in . s t r o k e at a speed of about 30 
1 /2 r p m . In 1917 the d r i l l e r m a d e a 9 - h r . p r o -
duct ion t e s t , and when pumping a t 32 s t r o k e s p e r 
m i n . , the d i s c h a r g e w a s 120 gpm. The n o n -
pumping w a t e r l eve l on Aug. 3, 1922 was 90 ft. 
be low the top of the we l l . 
Ana lys i s of a s a m p l e (Lab . No. 83694) c o l -
lec ted June 6, 1938, showed th i s w a t e r to have a 
h a r d n e s s of 20.9 g r . pe r ga l . , a r e s i d u e of 392 
p p m . , and an i r o n content of 0.08 p p m . 
Th i s we l l i s ma in t a ined for e m e r g e n c y and 
i s u sed only for backwash ing the f i l t e r s . Water 
can be pumped f r o m the wel l d i r e c t l y into the 
d i s t r i b u t i o n s y s t e m . 
In M a r . 1946, H e n r y A l b r e c h t , Ohio, d r i l l e d 
ano ther wel l about 15 ft. south of the old we l l . 
T h i s we l l is 225 ft. deep and is c a s e d with 197 ft. 
of 8 - in . p ipe and 20 ft. of 8- in . Cook w i r e -wound 
s c r e e n with No. 12 s lot open ings . S a m p l e s on file 
a t the pumping s ta t ion show sand be tween dep ths 
of 185 and 220 ft. 
WYANET 
B u r e a u County 
Sept . 10, 1947 
D r i l l e r ' s and s a m p l e - s t u d y log of wel l d r i l l e d in 
M a r . 1946 furn ished by the State 
Geolog ica l Survey : 
The p u m p a s s e m b l y c o n s i s t s of 140 ft. of 4-
i n . co lumn pipe; 7 5 / 8 - i n . , 6 - s t a g e , o i l - l u b r i c a t e d 
Cook tu rb ine pump , No. 7978, r a t e d a t 160 g p m . 
a g a i n s t a head of 106 ft.; the o v e r a l l length of the 
pump is 36 5 / 8 - i n . ; 140 ft. of 1/4-in. a i r l ine ; 10 
ft. of 4 - i n . suct ion p ipe ; 7 1/2-hp. U. S. m o t o r . 
When the wel l w a s comple ted , the s t a t i c w a t e r 
l eve l was 91 ft. and af ter pumping at 160 gpm. 
for 3 h r . the drawdown was 5 ft. 
Ana lys i s of a s amp le (Lab . No. 111,809) c o l -
l ec ted Sept . 10 ,1947 af ter pumping 1 h r . , showed 
the w a t e r in t h i s wel l to have a h a r d n e s s of 21.4 
g r . pe r g a l . , a r e s i d u e of 414 p p m . , and an i r o n 
content of 6.0 p p m . 
The w a t e r i s t r e a t e d for i r o n r e m o v a l . 
A n a l y s i s of a s a m p l e (Lab . No. 111,810) c o l -
l ec t ed Sept . 10, 1947, showed the t r e a t e d w a t e r to 
have a h a r d n e s s of 24.2 g r . p e r g a l . , a m i n e r a l 
con ten t of 440 p p m . , and an i r o n content of 0.1 
p p m . 
P u m p a g e i s e s t i m a t e d a t 60,000 gpd. 
2 - Wyanet 
LABORATORY NO. 111,809 
LABORATORY NO. 111.810 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the city 
of Wyoming (1360) in 1902. 
At that time a well, now called Well No. 1, 
was drilled on city-owned property just east of 
the business district (or approximately 50 ft. S. 
and 900 ft. E. of the N. W. corner of Section 1, 
T. 12 N., R. 6 E.). The well was drilled by Mr. 
Dean, Galva, to a depth of 1557 ft. The hole and 
casing record was reported as given in Table 1. 
TABLE 1 
Hole Record 
12-in. from 0 to 242 ft. 
9-in. from 242 to 765 ft. 
8-in. from 765 to 1557 ft. 
Casing Record 
10-in. casing from 0 to 242 ft. 
5-in. casing from 242 to 765 ft. 
6-in. casing from 765 to 1197 ft. 
The well was originally equipped with an 
American Well Works double-acting deep-well 
pump with an 8-in. diameter cylinder set at a 
depth of 130 ft. and 20 ft. of suction pipe attached 
below the cylinder. When the well was com-
pleted in 1902, the non-pumping water level was 
reported to be 85 ft. below the ground surface, 
which is 705± ft. 
The water level was not lowered during a 10-
hr . production tes t with the pump operating at 
200 gpm. 
In 1930 a turbine pump was installed, and in 
1942 an additional 20 ft. of column pipe. The 
pumping assembly now consists of 190 ft. of 6-
in. column pipe; 8-stage Pomona turbine pump, 
No. G-7558; 190 ft. of air line; 30-hp. electric 
motor. 
Water levels for this well have been reported 
in ft. below ground level, as given in Table 2. 
Analysis of a sample (Lab. No. 109,136) col-
lected Feb. 6, 1946 after 1 1/2-hr. pumping at 
370 gpm., showed the water in Well No. 1 to have 
a hardness of 10.6 gr. per gal., a residue of 
1136 ppm., and an iron content of 0.1 ppm. 
WYOMING 
Stark County 
Apr. 19, 1947 
Well No. 2 was drilled to a depth of 1400 ft. 
in Apr. 1947 by Varner Well Drilling Co., 
Dubuque, Iowa. The well is located 56 ft. south 
of Well No. 1. 
The hole and casing diameter record is shown 
in Table 3. 
TABLE 3 
Hole Record 
19-in. from 390 to 941 ft. 
15-in. from 941 to 1045 ft. 
12-in. from 1045 to 1400 ft. 
Casing Record 
24-in. from surface to 193 ft. 8 in. 
20-in. from surface to 390 ft. 
A 12-in. liner was set between depths of 930 
and 1049 ft. 
A production test was made on Apr. 17, 1947 
by the State Water Survey. For test purposes a 
deep-well turbine pump was set at 270 ft. and 
operated from an electr ic motor. The air line 
was 268 1/2 ft. long. Prior to starting the test , 
the pump in Well No. 1 had been shut down for 
two hours in. order to measure the influence of 
pumping in Well No. 2. After five-hours pump-
ing at 380 gpm. in Well No. 2, with no pumping 
in Well No. 1, the drawdown was 16 ft. below a 
water level of 172 ft. At the same time the water 
level in Well No. 1 was lowered 2 ft. The pump 
in Well No. 1 was then started, and after two-
hours continued pumping at 380 gpm. in Well No. 
2, the drawdown in No. 2 was 19 ft. and in Well 
No. 1 the drawdown was 12 ft. 
Analysis of a sample (Lab. No. 109,978) col-
lected Apr. 17, 1947 after 3-hr. pumping at 360 
gpm., showed the water from Well No. 2 to have 
a hardness of 11.4 gr. per gal., a mineral con-
tent of 1161 ppm., and an iron content of 3.1 ppm. 
The water was somewhat turbid and contained 
much gas. A previous analysis showed the 
fluoride content to be 1.8 ppm. 
Pumpage is estimated at 80,000 gpd. 
2 - Wyoming 
TABLE 2 
LABORATORY NO. 109,136 
LABORATORY NO. 109,978 
Wyoming - 3 
Sample-study log of Well No. 2 furnished by the State Geological Survey: 
Illinois State Water Survey - Bulletin No. 40 
A public water supply was installed by the 
village of Yates City (576) in 1940. 
An electrical earth resistivity survey was 
made by the State Geological Survey in Mar. 
1940. After some test drilling, a well was drilled 
by Varner Well Drilling Co., Dubuque, Iowa, at 
a location about 1 mile due east of the village 
(or approximately 2600 ft. S. and 200 ft. W. of 
the N. E. corner of Section 12, T. 9 N., R. 4 E.). 
The well was drilled to a depth of 94 ft. below a 
ground surface elevation of 640± ft. 
Sample-study log of Test Hole No. 1, located at 
site of Well No. 1, furnished by the 
State Geological Survey: 
The well is cased with 8-in. pipe from the 
surface to 74 ft. A Johnson welded screen is set 
with the bottom at 94 ft., and the lower 8 ft. is in 
shale. The screen slot openings are as follows: 
The top 2 ft. has No. 24 slot; the next 5 ft. has 
No. 44; the next 10 ft. has No. 34; and the bottom 
YATES CITY 
Knox County 
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3 ft. has No. 70 slot openings. 
After the well was completed, a production 
test was made under the supervision of the State 
Water Survey. Before the test started, the water 
level was measured at 66.8 ft. below the top of 
the casing, which was 1.1 ft. above the ground 
surface. After pumping 5 hr . at 100 gpm., the 
drawdown was 2 ft. Before the tes t , the water 
level in a 6-in. test hole, 10 ft. northwest of the 
well, was 68.2 ft.; and after 5-hr. pumping in the 
well, the water in the test hole was drawn down 
0.7 ft. The test hole has been cased with 6-in. 
pipe and is held in reserve but not yet equipped 
with a pump. 
The pumping installation in the well consists 
of 60 ft. of 5-in. column pipe; 6-in., 10-stage, 
oil lubricated, Fairbanks-Morse turbine pump, 
No. 10294, rated at 125 gpm. against 133 ft. of 
head; 70 ft. of air line; 10 ft. of suction pipe; 7 
1/2-hp. Fairbanks-Morse electric motor. 
Analysis of a sample (Lab. No. 109,798) col-
lected Apr. 2, 1947 directly from the well showed 
this water to have a hardness of 17.9 gr. per 
gal., a residue of 329 ppm., and a t race of iron. 
A zeolite softening unit is in use and some 
of the softened water is mixed with raw water 
from the well before entering the distribution 
system. A sample (Lab. No. 109,795) of blended 
water collected Apr. 2, 1947 was found to have a 
hardness of 2 gr. per gal., a mineral content of 
339 ppm., and an iron content of 0.12 ppm. 
Pumpage is estimated to average 20,000 gpd. 
LABORATORY NO. 109,798 
2 - Ya te s Ci ty 
LABORATORY NO. 109,795 
Illinois State Water Survey - Bulletin No. 40 
Waterworks were first installed by the vi l -
lage of Yorkville (562) in 1886. 
The water supply was obtained from springs 
located on a hillside about 6000 ft. south of Hy-
draulic Ave. and 2000 ft. east of highway Route 
47 (approximately 2400 ft. N. and 1400 ft. E. of 
the S. W. corner of Section 4, T. 36 N., R. 7 E.). 
Water was collected by lines of tile laid about 3 
ft. below the ground surface and discharged into 
a collecting reservoir located at the site of the 
springs from which it flowed through a 6-in. pipe 
line to the village distribution system. In 1909 
another collecting reservoi r was built at the site 
of the old one and water was pumped to a storage 
reservoir located on the hillside about 700 ft. 
southwest at 40 ft. higher elevation. In 1917 it 
was estimated that the springs furnished 24,000 
gpd. In 1928 about 1/2 of the public water supply 
was obtained from the springs. 
The springs and pumping equipment are still 
maintained as a source of emergency supply. 
From Apr. 4 to Aug. 18, 1946 they furnished the 
entire public supply but were unable to supply 
all demands during the latter part of Aug. be -
cause of a prolonged drought. 
Analysis of a sample (Lab. No. 112,160) col-
lected Oct. 9, 1947 from the spring house showed 
this water to have a hardness of 25.2 gr. per 
gal., a residue of 467 ppm., and an iron content 
of 0.1 ppm. 
A well was drilled in 1923 and located about 
155 ft. west of Bridge St. and 150 ft. south of 
Hydraulic Ave. (approximately 2000 ft. S. and 200 
ft. W. of the N. E. corner of Section 32, T. 37 N., 
R. 7 E.). The well was drilled by B. L. Palmer , 
Aurora, to a reported depth of 590 ft. 
Correlated d r i l l e r ' s log of well drilled in 1923 
furnished by the State Geological Survey: 
YORKVILLE-
Kendall County 
Oct. 21, 1947 
The ground surface elevation at the well is 
584± ft. The well was reported to have a diam-
eter of 8 in. to a depth of 125 ft. below which it 
was 6 in. in diameter to the bottom. The free 
flow from the well was about 18 gpm. until Mar. 
1938, when the free flow ceased. 
The pump which was installed in 1936 was 
pulled on Apr. 4 and re-instal led on Aug. 18, 
1946. The existing installation consists of 120 
ft. of 4-in. id. column pipe; 6-in., 13-stage 
Fairbanks-Morse turbine pump, Factory No. 
31735, rated at 100 gpm. against 135 ft. of head 
and having an overall length of 63 3/4 in.; an air 
line of 120 ft. assumed length; 7 1/2-hp. Fairbanks-
Morse electric motor. This unit delivered 161 
gpm. to the ground storage reservoir on Aug. 
18, 1938 at a pump speed of 1800 rpm. In Oct. 
1947, it was reported to discharge 150 gpm. to 
the reservoir at the well site. 
The well was rehabilitated between Apr. 4, 
and Aug. 18, 1946. It was reamed as a larger 
hole and " s h o t " at 2 levels in the St. Peter sand-
stone. The hole and casing diameters are given 
in Table 1. 
TABLE 1 
Hole Record 
10-in. from 0 to 12 ft. 
8-in. from 12 to 420 ft. 
6-in. from 420 to 590 ft. 
Casing Record 
10-in. from 0 to 12 ft. 
8-in. from 0 to 80 ft. 
Annular space of 8-in. casing was cement 
grouted. 
The distance to water below the pump base 
measured 10 ft. on Apr. 5, 1946 after the well 
had been idle one day and was the same on Aug. 
17, 1946 after the well had been rehabilitated. 
On Oct. 9, 1947 after 3 1/2-hr. pumping at 150 
gpm. the pumping water level was 92 ft. below 
the pump base. 
Analysis of a sample (Lab. No. 112,158) col-
lected Oct. 9, 1947 after 3 1/2-hr, pumping at 
150 gpm. showed this water to have a hardness 
of 15.3 gr. per gal., a residue of 339 ppm., and 
an iron content of 0.2 ppm. 
All water is chlorinated at the spring house 
pump when used for the public supply. 
Pumpage averages 90,000 gpd. 
2 - Yorkvi l le 
LABORATORY NO. 112,160 
LABORATORY NO. 112,158 
Illinois State Water Survey -. Bulletin No. 40 
A public water supply system was installed 
by the city of Zion (6555) in 1926. 
The initial water supply was obtained from a 
well drilled to a depth of 1025 ft. by Layne and 
Bowler and completed in 1926. It is located 
about 100 ft. south of 27th St. and 100 ft. west of 
Elisha Ave. (or approximately 1120 ft. N. and 
510 ft. W. of the S. E. corner of Section 21, T. 
46 N., R. 12 E.). 
The second well in the public water supply is 
a limestone well drilled to a depth of 220 ft. It 
is located about 195 ft. south of 27th St. at the 
southwest corner of Lebanon and Gravriel Ave. 
(or approximately 1000 ft. N. and 1500 ft. E. of 
the S. W. corner of Section 21, T. 46 N., R. 12 
E.). The elevation of the pump base is 651± ft. 
The capacity of this well is limited to about 50 
gpm., and it became necessary to provide for an 
additional supply in 1935. 
A third well was drilled to a depth of 995 ft. 
by the J. P. Miller Artesian Well Co., Brookfield, 
and completed in May, 1935. It is located on 
city-owned property at the northwest corner of 
Sheridan Road and 29th St. (or approximately 78 
ft. N. and 137 ft. W. of the S. E. corner of Sec-
tion 21). The elevation of the pump house floor 
is 629 ft. 
These wells constitute the existing public 
water supply and are pumped daily. 
The hole and casing record is shown in 
Table 1. 
TABLE 1 
Hole Record 
15-in. from 163 to 313 ft. 
12-in. from 575 1/2 to 1025 1/2 ft. 
Casing Record 
16-in. od. from 0 to 163 ft. 
12-in. from 313 to 575 1/2 ft. 
When the well reached a depth of 221 ft., a 
production of 25 gpm. was obtained with the bailer. 
The non-pumping water level was 90 ft. below the 
surface until the well reached a depth of 900 ft. 
Thereafter, the water level became gradually 
higher as the drilling became deeper. When the 
well was completed, the water level was 12 ft. 
below the surface. The 16-in. casing was slotted 
at the gravel section or between 105 and 130 ft. 
ZION 
Lake County 
Sept. 12, 1946 
It was reported that the well was " s h o t " in the 
St. Peter sandstone. 
Upon completion of the well, water was pumped 
for 4 hr . and 22 min. at an average rate of 414 
gpm. During a 48-hr. test , a turbine pump set 
at a depth of 250 ft. drew air when pumping at 
250 gpm. When the turbine was lowered to a 300-
ft. setting in Apr., 1927, a production of 402 
gpm. was obtained. The non-pumping water level 
at this time was 34 ft. below the pump house floor 
which has an elevation of 632.98 ft. 
In the fall of 1943, the Varner Well Drilling 
Co., Dubuque, Iowa, extended the depth of the 
well to 1100 ft. and " s h o t " the St. Peter sandstone 
at depths of 925, 950, 970, and 985 ft. The ex-
tension of the well below the St. Peter sandstone 
was intended to provide a collecting basin for 
loose sand after the hole was cleaned. A section 
of 16-in. od. casing was welded to the top which 
brings the top of the casing 13 in. above the floor, 
or to elevation 634.06. After the well was cleaned 
out, an 18-hr. production test was made. An 
initial production of 670 gpm. decreased to a final 
production of 412 gpm. with a drawdown of 285 
ft. below a non-pumping water level of 65 ft. be-
low the pump house floor. In Sept. 1943, before 
the above work was done, the non-pumping water 
level was 90 ft. 
The following new pump installation, made in 
Jan. 1944, is still in service: 350 ft. of 6-in. 
column pipe; 10-in., 13-stage Layne turbine 
pump rated at 400 gpm. against 475 ft. of head; 
the overall length of the pump is 9 ft. 7 in.; 350 
ft. of air line; 10 ft. of 6-in. suction pipe with a 
6-in. cone strainer; 60-hp. U. S. electric motor. 
On Aug. 10, 1944, the water level was 254 ft. 
below the pump base after 1 hr . of pumping. 
Analysis of a sample (Lab. No. 107,588) col-
lected Sept. 6, 1946 after pumping 4 1/2 hr . at 
400 gpm., showed the water to have a hardness 
of 18.7 gr. per gal., a residue of 520 ppm., and 
an iron content of 0.9 ppm. 
This well is the principal producing unit in 
the public water supply. 
Well No. 2, drilled in 1932, is reported to 
have a depth of 220 ft. and to be cased from the 
surface to rock with 160 ft. of 10-in. pipe. The 
hole is 8-in. in diameter from the casing to the 
bottom. A 24-hr. production test was conducted 
on Sept. 5, 1932. After pumping at 80 gpm. for 
1 1/2 hr . , the pump broke suction. The rate of 
2 - Zion 
pumping was decreased to 50 gpm. for the r e -
maining period of the test at the end of which the 
drawdown was 105 ft. below a non-pumping water 
level of 12 ft. below the pump base. By 1943, the 
production had dropped to 30 gpm., and the pump 
frequently broke suction. 
The well was acidized in May, 1944. After 
an idle period of 30 days, a non-pumping water 
level of 18 ft. below the pump base was reported, 
and, when pumping was resumed, it produced 65 
gpm. Continuous pumping at this rate could not 
be sustained without breaking suction; and it was 
reduced to a rate of 50 gpm. During 1946, the 
rate was further reduced to 40 gpm., and at this 
rate frequently broke suction in the summer of 
1946. 
The well is equipped with 119 ft. of 6-in. 
column pipe; 8-in., 10-stage Layne turbine pump 
rated at 50. gpm. against 254 ft. of head; the 
overall length of the pump is 7 ft. 9 in.; 30 ft. of 
4-in. suction pipe; 15-hp. General Electric motor. 
Water is pumped for 24 hr . a day from this 
well and is of a quality preferred to that from 
the other wells. 
Analysis of a sample (Lab. No. 107,589) col-
lected Sept. 6, 1946 after continuous pumping at 
40 gpm., showed the water from Well No. 2 to 
have a hardness of 4.4 gr. per gal., a residue of 
354 ppm., and an iron content of 0.1 ppm. 
Sample-study log of Well No. 3 furnished by the 
State Geological Survey: 
The well is cased with 12 1/2-in. od. pipe 
from the surface to a depth of 147 ft. where it is 
seated in the limestone. Below the casing, the 
hole is 12 in. in diameter to a depth of 564 ft. A 
10-in. liner was installed between the depths of 
310 and 564 ft. The hole is 10 in. in diameter 
from the bottom of the liner to the bottom of the 
well at 995 ft. 
It is reported that the well was originally 
" sho t " in the St. Peter sandstone at depths of 
993, 960, and 925 ft. 
After completion of the well, a 24-hr. p ro -
duction test was conducted on May 15 and 16, 
1935. The non-pumping water level before the 
test was 3 3 ft. below the surface. The produc-
tion and drawdown were reported: 
125 gpm. with a drawdown of 182 ft. 
150 gpm. with a drawdown of 217 ft. 
175 gpm. with a drawdown of 252 ft. 
200 gpm. with a drawdown of 302 ft. 
In Nov. and Dec. 1942, the Varner Well 
Drilling Co. extended the depth of the well by 
drilling a 9 5/8-in. hole from 995 to 1023 ft. The 
well was also " s h o t " at the depths of 915, 945, 
and 980 ft. After cleaning out, an 18-hr. p ro -
duction test was conducted on Dec. 15 and 16, 
1942. The initial production of 360 gpm. de-
creased to a stabilized production of 268 gpm. 
after 12-hr. pumping and held constant for the 
remainder of the test period. The drawdown was 
165 ft. from a non-pumping water level of 57 ft. 
below the pump base. 
The following pumping equipment was r e -
installed and is still in service: 300 ft. of 7 
5/8-in. od. heavy column pipe; 10-in., 14-stage 
Peer less turbine pump rated at 300 gpm. against 
390 ft. of head; 302 ft. of air line; 35 ft. of 7-in. 
suction pipe; 60-hp. U. S. electric motor. 
On Aug. 10, 1944, the following water levels 
were reported: A non-pumping level of 75 ft. 
after a 12-hr. idle period and a pumping level of 
277 ft. after 2 hr. of pumping. 
Analysis of a sample (Lab. No. 100,977) col-
lected Aug. 10, 1944 after 2 hr . of pumping at 350 
gpm., showed the water from this well to have a 
hardness of 19.0 gr. per gal., a residue of 573 
ppm., and an iron content of 0.5 ppm. 
This well was not pumped extensively during 
1946 and is considered as an auxiliary supply 
unit. 
The pumpage from Wells No. 1 and No. 3, 
based on previous records , will average 256,000 
gpd. and will vary from a winter minimum aver-
age of 192,000 gpd. to a summer maximum aver -
age of 300,000 gpd. The pumpage from Well No. 
Zion - 3 
2 is not metered but is estimated to average 
57,600 gpd. 
The water from Wells No. 1 and No. 3 is 
zeolite softened. 
LABORATORY NO. 107,588 
LABORATORY NO. 107,589 
BULLETINS OF THE STATE WATER SURVEY 
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